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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

18.0 Quarters X 

Quarters X, 1445 Hobson Avenue, is a two-story, wood-framed house. This structure is 

approximately 2,381 square feet in size including the garage and porch areas. The first and second 

floors consist of hardwood strip flooring. The walls and ceilings are wood-framed and covered with 

drywall. Exterior siding is transite (assumed asbestos) and the roof is asphalt shingle 

The first floor consists of six rooms, two hallways, one mechanical room, one bathroom, two 

porches, and one single-car garage. An interior staircase provides access from the first floor to the 

second level. The second floor consists of six rooms, four bathrooms, one hallway, and one porch. 

From 15 January 1998 to 16 January 1998" two certified lead inspectors performed an extensive 

LBP survey of Quarters X. Quarters X was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

18.1 Identification of Lead in Quarters X: 

Four hundred eighteen XRF samples and calibrations were taken in Quarters X. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 18-a contains LBP sampling results for 

Quarters X and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The follo\ving pages SUIll ... '11arize the location of lead-based paint fou,.~d in Qua..rters X: 
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Bath-1 C 
Garage C 
Hall-1 C 
Hall-1 C 
Hall-1 C 
Hall-1 C 
Hall-1 D 
Hall-3 A 
Hall-3 B 
House-ext. A 
House-ext. A 
House-ext. A 
House-ext. A 
House-ext. A 
House-ext. A 
House-ext. B 
House-ext. c 
House-ext. D 
Houss-sxt.- A 
House-ext.- A 
Kitchen c 
Kitchen C 
Porch-1 A 
Porch-1 A 
Porch-1 B 
Porch-1 D 
Porch-1 D 
Porch-i D 
Porch-1 D 
Pcrch-2 A 
Porch-2 A 
Porch-2 A 
Porch-2 A 
Porch-2 B 
Porch-2 B 
Porch-2 B 
Porch-2 D 
Room-1 A 
Room-1 A 
Room-2 A 
Room-2 A 
Room-2 C 
Room-2 D 
Room-3 A 
Room-3 B 
Room-3 C 
Room-3 C 
Room-3 D 
Room-3 D 

2 Bath-2 C 
2 Bath-3 D 
2 8ath-3 D 
2 Hall-4 A 
2 Hall-4 D 
2 Hause-ext. D 
2 House-ext. D 
2 House-ext. D 
2 Room-1 A 
2 Room-1 A 
2 Room-1 A 
2 Room-l A 
2 Room-1 B 
2 Room ... 1 8 
2 Room-1 C 
2 

I 
Room-1 D 

Quarters X Positive Results for Lead-Based Paint 

Window Sash Intact Wood Beige POS 
Door-2 Casing Intact Wood White POS 
Wall Chair·rall Intact Wood Beige POS 
Closet Wall Intact Drywall Beige POS 
Closet Wall Intact Drywall Beige POS 
Closet Wall Intact Drywall Beige POS 
Wall-Upr Wall-Upr Intact Drywall Beige POS 
Ceiling Ceiling Intact Drywall Beige POS 
Wall Wall Intact Wallppr Beige POS 
Door-1 Casing Intact Wood White POS 
Door-2 Jamb Intact Wood White POS 
Porch-2 Columns Intact Wood White POS 
Porch-2 Lattice Intact Wood White POS 
Mailbox Mailbox Intact Metal Black POS 
Window-1 Sash-Ext Intact Wood White POS 
Porch-1 Columns Fair Wood White POS 
t:iec-panei t:iec·panei intact Metai White PU::i 

Window· 1 Stool Intact Wood White POS 
POich ... 2 Intact 'v".Jood 
Foundation Flashing Intact Metal White POS 
Window-2 Stool !ntac! Wood Beige POS 
Window-1 Sash Intact Wood Beige pas 
Porch Trim-Upr Intact Wood Beige pas 
Ceiling Ceiling Intact Wood White pas 
Porch Columns Intact Wood Beige pas 
Wall Wall Intact Masonite White pas 
Door-1 Door Intact Wood White pas 
uoor-2 uoor intact Wood White PU::i 
Door-3 Casing Intact Wood White pas 
Porch Ceiling Intact '..,'Vood V'v'hite 
Porch-2 Columns Intact Wood White pas 
Porch-2 Lattice Intact Wood White pas 
Door-1 Casing Intact Wood White pas 
Door-2 Door Intact Wood White pas 
Door-2 Casing Intact Wood White pas 
Wall Wall Intact Masonite White pas 
Wall Wall Intact Masonite White pas 
Window-1 Sash Intact Wood Beige pas 
Ceiling Ceiling Intact Drywall Beige pas 
Bookcase Frame Intact Wood Beige pas 
Ceiling Crown-mold Intact Wood Beige pas 
Window Sash Intact Wood Beige pas 
Wall-Lwr Wall-Lwr Intact Wood Beige pas 
Ceiling Ceiling Intact Drywall Beige pas 
Wall-Upr Wall-Upr Intact Drywall Beige pas 
Wall-Upr Wall-Upr Intact Drywall Beige pas 
Window Sash Intact Wood Beige pas 
Wall-Upr Wall-Upr Intact Drywall Beige pas 
Wall-Lwr Wall-Lwr Intact Wood Beige pas 
Window Sash Intact Wood Beige pas 
Window Casing Intact Wood Beige pas 
Window Sash Intact V\lced Beige pas 
Ceiling Ceiling Intact Drywall Beige pas 
Window Sash Intact Wood Beige pas 
Facia Facia Intact Woad White pas 
Soffit Soffit Intact Woad White pas 
Roof Vent Intact Wood White pas 
Wall-Upr Wall-Upr Intact Drywall Beige pas 
Closet Ceiling Intact Drywall Beige pas 
Ceiling Ceiling Intact Drywall Beige pas 
Ceiiing Crown-maid intact Wood t:Seige .... os 
Wall·Upr Wall-Upr Intact Drywall Beige pas 
Closet \,''JaU Intact Beige POS 
Wall-Upr Wall-Upr Intact Drywall Beige pas 

I Wall-Upr I Wall-Upr I !ntac! I Drywall I Beige I POS I 
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Combined 
(mg/cm') 

2.5 ±O.8 
8.3 ±4.0 
1.5 ±O.6 
1.0 ±OA 
1.1 ±0.8 
1.1 ±0.8 
1.2 ±0.6 
2.7 ±0.8 
1.8 ±O.6 

18.5 ±7.2 
16.2 ±7.0 
20.7 ±7.0 

5.2 ±4.8 
1.5 ±0.6 

21.0 ±8.2 
1.1 ±0.2 

13.3 ±6.2 
15.7 ±6.8 
22.8 ±7.D 
24.2 ±8A 

2.3 ±1.2 
3.1 ±1.0 

1304 ±6.2 
1.3 ±O.5 

19.9 ±6A 
2.0 ±4A 

15.5 ±6.2 
14.5 ±6.4 
1804 ±7.6 

15.9 ±6.2 
6.0 ±2A 

15.0 ±6A 
17.5 ±5.6 
12.3 ±5.2 

5.1 ±1.0 
3.2 ±4.8 
1.5 ±OA 
304 ±1.0 
1.5 ±OA 
1.2 ±0.4 
2.1 ±O.8 
1.1 ±O.4 
2.3 ±0.7 
1.9 ±0.6 
1.5 ±0.4 
3.2 ±1.2 
2.0 ±0.8 
1.3 ±0.4 
2.4 ±0.7 
1.0 ±O.4 
2.7 ±O.9 
2.5 ±0.7 
2.4 ±O.? 

18.8 ±6A 
19.6 ±7.0 
17.3 ±6.6 

1.2 ±OA 
1.2 ±O.3 
1.1 ±0.7 
1.5 ±O.4 
1.5 ±0.3 
1.5 IV.'" 

1.9 +0.5 
1.5 ±DA I 



Quarters X Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(mg/cm2) 

2 Room-1 D Window Sash Intact Wood Beige P~S 3.7 ±1.1 
2 Room-2 A Wall-Upr Wall-Upr Intact Drywall Beige P~S 2.1 ±O.S 
2 Room-2 A Window Sash Intact Wood Beige P~S 4.4 ±1.2 
2 Room-2 A Closet Wall Intact Drywall Beige P~S 1.2 ±0.3 
2 Room-2 A Closet Ceiling Intact Drywall Beige P~S 1.0 ±OA 
2 Room-2 B Wall-Upr Wall-Upr Intact Drywall Beige P~S 1.6 ±OA 
2 Room-2 B Closet Wall Intact Drywall Beige P~S 1.1 ±0.3 
2 Room-2 C Closet Wall Intact Drywall Beige POS 1 S ±O.S 
2 Room-3 A Closet Wall Intact Drywall Beige P~S 1.7 ±0.4 
2 Room-3 A Closet Ceiling Intact Drywall Beige POS 1.2 ±O.S 
2 Room-3 A Ceiling Ceiling Intact Drywall Beige P~S 1.7 ±0.3 
2 Room-3 B Wall-Upr Wall-Upr Intact Drywall Beige POS 1.3 ±0.4 
2 Room-3 C Wall-Upr Wall-Upr Intact Drywall Beige P~S 1.1 ±OA 
2 Room-3 C Window Sash Intact Wood Beige P~S 2.2 ±O.S 
2 Room-3 C Closet Wall Intact Drywall Beige P~S 1.0 ±O.S 
2 Room-3 D Closet Wall Intact Drywall Beige P~S 1.4 ±O.S 
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XRF Field Data Sheets 



Quarters X. Lead-Based Paint Survey 
Charleston Nanl Complex 

Site: 21 Dale: 1I16/98 
Ranges (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mglem') RES PbK Combined Dl Dale Nole 
I 21 I 6 2 Shutter Cal-I Calibrate Cahbrate ooo±ooo 0,0 ± 0 0 00 ± 0,0 0,0 1/15/98 
2 21 2 6 2 Shutter Cal-I Calibrate Calibrale 0,00 ± 0.00 OO±OO 0.0 ± 0.0 0.0 1/15/98 
3 21 3 6 2 Cal ibrat,:-I Calibrate Calibrate 095±010 NEG 08±04 10 ± 0.1 1.0 1115/98 
4 21 4 6 2 Calibrate-2 Calibrat'~ Calibrate 1.06 ± 0.23 POS 0.3 ±0.4 I.1 ± 0.2 2.3 1/15/98 
5 21 5 6 2 Room·,) A Wall-Upl' Wall-Upr Intact Drywall Beige 0.39 ± 0.26 ros 1.2 ± 0.4 1.2 ± 0.4 110.0 1/15/98 
6 21 6 6 2 Room·l B Wall-Up., Wall-Upr Intact Drywall Beige 0.34± 0.24 ros 1.5 ± 0.3 1.5± 0.3 9.8 1/15/98 
7 11 7 6 2 Room· 1 C Wall-Up., Wall-Upr Intact Drywall Beige 0.17 ± 0.35 ros 1.9 ± 0.5 1.9± 0.5 5.3 1/15198 
8 21 8 6 2 Room .. l 0 Wall-Up., Wall-Upr Intact Drywall Beige 0.03 ± 0.10 POS 1.5 ± 0.4 1.5 ± 0.4 2.2 1/15/98 
9 21 9 6 2 Room-I 0 Wail-UpI' Chair-raIl Intact Wood Beige 008 ± 017 NEG 0.5 ± 0.4 0.1 ± 0 2 2.7 1115198 
10 21 10 6 2 Room-I 0 Wall-Lwr Wall-Lwr Intact Wood Beige 006 ± 0.27 NEG 0.7 ± 0.4 0.1 ± 0 3 3.3 1115/98 
11 21 II 6 2 Room-I A Wall·LWIr Wall-Lwr Intact Wood Beige 005 ± 042 NEG 0.2 ± 0 7 01 ± 0.4 2.1 1115/98 
12 2) 12 6 2 Room-I B Wall·Lw, Wall-Lwr Intact Wood Beige 008 ± 0.29 NEG 09±04 0.1 ± 0.3 3.7 1115/98 
13 21 13 6 2 Room-I C Wall·Lwr Wall·Lwr Intact Wood Beige 0.04 ± 038 NEG -0.5 ± 0.7 00 ± 0.4 2 I 1115/98 
14 21 14 6 2 Room-I C Wall·Lwr Baseboard Intact Wood Beige 048 ± 0 35 NEG 06±03 06±03 95 1/15/98 
15 21 15 6 2 Room-I C Wall Wall-Rgstr Intact Metal BeIge o 16±0.36 NEG 0.4 ± 05 02 ± 04 5.5 1115198 
16 21 16 6 2 Room-I C Ooor Door Intact Wood Beige 064 ± 0.44 NEG 0.4 ± 0.4 06 ± 0.4 6.1 1115/98 
17 21 17 6 2 Room-I C Ooor Casing Intact Wood Beige 0.72 ± 0 44 NEG 0.6 ± 0.4 0.7± 04 60 1/15/98 
18 21 18 6 2 Room-I 0 Window Sash lnlact "'ood Beige 1.l6± 1.42 ros 3.7 ± 1.1 3.7±1.1 6.0 1115/98 
19 21 19 6 2 Room-I 0 Window Casing Intact Wood Beige 0.61 ± 0 33 NEG 03±04 06±03 46 1/15/98 
20 21 20 6 2 Room-I A Closet Door Intact Wood Beige 044±0.19 NEG 05±04 0.4 ± 0 2 29 1115/98 
21 21 21 6 2 Room-I A Closet Casing Intact Wood Beige 0.62 ± 0.23 INCOM \.0 ± 0.5 0.6 ± 0.2 2.1 1/15/98 
22 21 22 6 2 Room-I A Closet Casing Intact Wood Beige 071±Ol7 NEG 0.7 ± 0 4 0.7 ± 0.2 20 1/15/98 
23 21 23 6 2 Room-I A Closet Wall Intact D~ywall Beige 0.74 ± 0.47 NEG 0.7 ± 0 3 0.7 ± 0.3 110.0 1/15/98 
24 21 24 6 2 Room-l B Closet Wall Intact D~ywall Beige 0.61 ± 0.39 ros 1.S ± 0.4 1.5 ± 0.4 110.0 1115198 
2S 21 25 6 2 Room-l C Closet Wall Intact D~ywall Beige 047±0.40 NEG 08 ± 0.3 08±03 86 1/15/98 
26 21 26 6 2 Room-l D Closet Wall Intact D~ywall Beige 050±0.51 NEG 09±04 05 ± 0.5 74 1/15/98 
27 21 27 6 2 Room-I C Closet Baseboard Intact Wood Beige 0.25 ± 0.43 NEG -0.1 ± 0 4 03±04 58 1/15198 
28 21 28 6 2 Room· I C Closet Shelf Intact Wood Beige 064 ± 0.57 NEG 1.1 ± 0.4 06±06 80 1/15/98 
29 21 29 6 2 Room-I C Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.3 ± 0.6 00±01 10 1/15/98 
30 21 30 6 2 Room-2 C Floor Floor Intact Wood Varnish 0.00 ± 0.\0 NEG -02±0.7 OO± 0.1 1.0 1/15/98 
31 21 31 6 2 Room-2 C Wall-Upr Wall-Upr Intact D~ywall Beige om ± 0.15 NEG I I ± 0.4 00 ± 0.2 1.5 1/15/98 
32 21 32 6 2 Room-2 0 Wall-Upt Wall-Upr Intact D~ywall Beige 0.38 ± 0 41 NEG 09±04 0.4 ± 0.4 80 1/15198 
33 21 33 6 2 Room-2 A Wall-lipIT Wall-Upr Intact Drywall Beige 0.86 ±0.S9 ros 2.1 ± 0.5 2.1 ± 0.5 110.0 1115/98 
34 21 34 6 2 Room-2 B Wa II-lip IT Wall-Upr Intact Dr:ywall Beige 0.45 ± 0.32 POS 1.6 ± 0.4 1.6±0.4 7.2 1115/98 
35 21 35 6 2 Room-2 B Wall-Upr Chair-rail Intact Wood Beige 0.42 ± 0.42 NEG 0.6 ± 0.3 0.4 ± 0.4 7.5 1115/98 
36 21 36 6 2 Room-2 B Wall-L"1' Wall-Lwr Intact Wood Beige 0.58 ± 0.38 NEG 0.5 ± 0.3 0.5 ± 0 3 WO 1115/98 
37 21 37 6 2 Room-2 C Wall-L"1r Wall-Lwr Intact Wood Beige 000±010 NEG -I I ±0.7 0.0 ± 0.1 1.0 1115/98 
38 21 38 6 2 Room-2 D Wall·L"1r Wall·Lwr Intact Wood Beige 0.48 ± OJI NEG 0.7 ± 0.3 07 ± 0.3 100 1115/98 
39 21 39 6 2 Room-2 A Wall-L"1r Wall-Lwr Intact Wood Beige o 10 ± 0.20 NEG 0.9 ± 0.4 01 ± 0.2 3.3 1/15/98 
40 21 40 6 2 Room-2 A Wall Baseboard Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.4 0.0 ± 0 I 10 1/15/98 
41 21 41 6 2 Room-2 A Wmdow Casing Intact Wood Beige 0.08 ± 0.31 NEG -0.2 ± 0.6 0.1 ± 0.3 25 1115/98 
42 21 42 6 2 Room-2 A Window Sash Intact 'Wood Beige 0.61 ± 1.21 POS 4.4 ± 1.2 4.4 ± 1.2 5.7 1115/98 
43 21 43 6 2 Room-2 A Closet Door Intact Wood BeIge 0.16 ± 0.33 NEG -05 ± 0.5 0.2 ± 0 3 34 1115/98 
44 21 44 6 2 Room-2 A Closet Casing Intact Wood Beige 0.02 ± 0 32 NEG • \.0 ± 0.7 0.0 ± 0.3 12 1/15/98 
45 21 4S 6 2 Room-2 A Closet Wall Intact Dr:ywall Beige 0.86 ± 0.47 POS 1.2 ± 0.3 1.2 ± 0.3 9.2 1/15198 
46 21 46 6 2 Room-2 B Closet Wall Intact Dr:ywall Beige 0.78 ± 0.49 POS 1.1 ± 0.3 1.1 ± 0.3 9.6 1/15198 
47 21 47 6 2 Room-2 C Closet Wall Intact Drywall Beige 1.07 ± 0.65 POS 1.5 ±0.5 1.5 ± 0.5 8.2 1115/98 
48 21 48 6 2 Room-2 D Closet Wall Intact Drywall Beige 0.58 ± 0.39 NEG 0.6 ± 0.5 0.6 ± 0.4 5.8 1115198 
49 21 49 6 2 Room-2 0 Closet Baseboard Intact Wood Beige 001±0.21 NEG 0.1 ± 0.4 00 ± 0.2 1.4 1/15198 
50 21 50 6 2 Room-2 C Closet Shelf Intact Wood Beige 076 ± 0.45 NEG 0.7 ± 0.4 0.8 ± 0 5 58 1/15/98 
51 21 51 6 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige 036 ± 0 24 NEG 0.4 ± 0.4 0.4 ± 0 4 10.0 1/15/98 
52 21 52 6 2 Shutter Cal· 1 Calibrate Calibrate 0.00 ± 0,00 O.O± 0 0 0.0 ± 0.0 0.0 1/15198 
53 21 53 6 2 Ca1ibrate-1 Calibrat'~ Calibrate 1.07 ± 0.14 POS 0.2 ±0.4 1.1 ± 0.1 1.1 1/15198 
54 21 54 6 2 Calibrate-2 Calibral'~ Calibrate 1.00 ± 0.22 POS 0.2 ± 0.5 1.0 ± 0.2 2.2 1/15/98 
55 21 I 3 I Shutter Cd-I Calibrate Calibrate 0.00 ± 000 0.0 ± 0.0 O.O± 0.0 00 1/15/98 
56 21 2 3 1 Calibrate-I Calibrat'~ Calibrate 1.19 ± 0.15 POS 0.9±0.6 1.2 ± 0.2 1.1 1/15198 
57 21 3 3 1 Calibrate-2 Calibrat'~ Calibrate 1.06 ± 0.13 ros 0.2 ± 0.7 1.1 ± 0.2 1.0 1115198 
58 21 4 3 1 Calibrate-2 Calibrat'~ Calibrate 1.46 ± 0.34 POS 0.1 ± 0.7 1.5 ± 0.4 2.8 1115/98 
59 21 5 3 1 Calibrate-4 Calibrat'~ Calibrate 0.99± 0.22 POS -0.3 ± 0.7 1.0 ± 0.2 2.1 1/15/98 
60 21 6 3 I Room-I A Wall·Upr Wall-Upr Intact D~ywall Beige 008 ± 0 20 NEG 08±07 0.1 ± 0 2 54 1/15/98 
61 21 7 3 1 Room-I B Wall-UpI' Wall-Upr Intact D~ywall Beige 026±0.18 NEG 0.8 ± 0 5 08 ± 0.4 100 1115/98 
62 21 8 3 1 Room-I C Wall-UpI' Wall-Upr Intact O~ywall Beige OOO± 0.10 NEG -07 ± 1.1 0.0 ± 02 10 1115/98 
63 21 9 3 I Room-I D Wall-UpI' Wall-Upr Intact Drywall BeIge 002 ± 010 NEG 0.5 ± 0.8 00±02 48 1/15/98 
64 21 10 3 I Room-I D Wall-L"1r Wall-Lwr Intact Wood Beige 007 ± 0 33 NEG -12 ± I 4 0.1 ± 0 4 40 1/15/98 
65 21 11 3 1 Room-I C Wall-Lwr Wall-Lwr Intact Wood Beige 040 ± 0 29 NEG -0.7 ± 0.6 -07 ± 0.6 10.0 1/15/98 
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Site: 21 Date: 1116/98 Pamt Page 2 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Fellt Cnd Sub Clr Pb L( mg/cm') RES PbK Combined I[)I Date Note 

66 21 12 3 I Room-I B Wall-Lwr Wall-Lwr Intact Wood Beige 0.2830 0 39 NEG 04±07 03 ± 0.4 74 1115/98 

67 21 13 3 I Room-I A Wall-Lwr Wall-Lwr Intact Wood BeIge' 0.21 ± 017 NEG -03 ± 0.6 -0.3 ± 0.6 100 1/15198 

68 21 14 3 I Room-I A Wall Baseboard Intact Wood Beige 006±021 NEG 03±09 01±02 5.2 1/15198 

69 21 15 3 I Room-I A Wall Chair-rail Intact Wood Beige 043 ± 0.28 NEG 0.4 ± 0 4 04 ± 0.4 10.0 1115198 

70 21 16 3 I Room-I A Floor Floor Intact Wood Varnish O.OO±O.IO NEG 0.3 ± 0.8 O.O± 02 1.0 1115/98 

7I 21 17 3 I Room-I B Door-I Door Intact Wood Beige' 008 ± 0.32 NEG 03 ± 0.8 0.1 ± 04 3.8 1115/98 

72 21 18 3 I Room-I B Door-I Casing Intact Wood Beige' 000±019 NEG -0.4± 1.0 0.0 ± 0.2 l.0 1115/98 

73 21 19 3 I Room-I C Entrance· I Casing Intact Wood Beige 0.01 ± 0.25 NEG -0.4 ± 1.1 O.O± 0.2 1.2 1115/98 

74 21 20 3 I Room-I 0 Window·) Stool Intact Wood Beige 005 ± 0.27 NEG -0.7 ± 1.3 O.O± 0.2 38 1115/98 

7S 21 21 3 1 'Room-I A Window-I Suh Intact Wood Beige' 0.17 * 0.13 POS \.6 * 0.5 1.5 * 0.4 10.0 1/15198 

76 21 22 3 I Room-I A Window-I BOXing Intact Wood Beige 0,08 ± 0.10 NEG -06± II 0.1 ±0.2 6.7 1/15/98 

77 21 23 3 1 Room-I A Wall W~III Intact Metal Beige' 0.07± 0.10 NEG 0.2 ± 0.9 0.1 ±0.2 1.8 1/15/98 

78 21 24 3 I Room-I C Wall Walll Intact Metal Beige: OOO±O.IO NEG 0.2 ± 0.9 O.O± 02 1'.0 1115/98 

79 21 25 3 I Porch-I A Porch Trim .. Upr Intact Wood Beige: »5.0* 1.00 POS 13.4 * 6.2 13.4 * 6.2 1'.6 1115198 

80 21 26 3 I Porch-I B Porch Columns Intact Wood Beige: 3.61 * 2.49 POS 19.9 * 6.3 19.9* 6.4 4.5 1/15198 

81 21 27 3 I Porch-I C Porch Floor Intact Wood Grey 033 ± 0.25 NEG -0,6 ± I 4 OJ ± 0.2 1.8 1115/98 

82 21 28 3 I Porch-I B Porch Lattice Intact Wood Grey 0.00 ± 0.14 NEG -O.S ± 1.2 OO± 0.2 1.0 1/15/98 

83 21 29 3 1 Porch-1 D Wall W~III Intact Masonite Whitt~ »5.0* 1.00 POS 2.0*4.5 2.0*4.4 41.2 1115198 

84 21 30 3 1 Porch-I D Door-I Door Intact Wood Whitt! »S.O% 1.00 POS IS.5:Io6.2 IS.S±6.2 41.6 1115198 

85 21 31 3 1 Porch-I D Door-2 Do'~r Intact Wood Whitt! 2.46% 3.64 POS 14.5 % 6.3 14.5 % 6.4 l:.S 1/15198 

86 21 32 3 1 Porch-I D 000r-3 Casiing Intact Wood Whitt! »5.0% 1.00 POS 18.4*7.6 18.4* 7.6 !i.O 1/15198 

87 21 33 3 I Hall-I A Wall-Upr Wall·Upr Intact Drywall Beige 0.66± 0 42 NEG 0.8 ± 0 5 0.8 ± 0.4 10.0 1115/98 

88 21 34 3 I Hall-I B Wall-Upr Wall-Upr Intact Drywall Beige: 039 ± 0.26 NEG 0.8 ± 0.5 0.8 ± 0.4 10.0 1115/98 

89 21 35 3 I Hall-I C Wall-Upr Wall·Upr Intact Drywall Beige' 0.40 ± 0.26 NEG 05 ± 0.5 0.5 ± 0.4 100 1/15198 

90 21 36 3 1 Hall-I 0 Wall-Upr Wall-Upr Intact Drywall Beige' 0.54200.35 POS 1.2 * 0.5 1.2 ± 0.6 10.0 1/15198 

91 21 37 3 I Hall-I A Wall-Lwr Wall-Lwr Intact Wood Beige 0.33 ± 0.49 NEG 01 ±0.7 03 ± 0.4 6.6 1/15/98 

92 21 38 3 I Hall-I B Wall·Lwr Wall-Lwr Intact Wood Beige 0.18±0 10 NEG 01±06 0.1 ± 0 6 W.O 1115198 

93 21 39 3 1 Hall-I C Wall·Lwr Wall-Lwr Intact Wood Beige 006 ± 0.28 NEG -0.2 ± 0.9 0.1 ±0.2 3.8 1/15/98 

94 21 40 3 I Hall-I C Wall Baseboard Intact Wood BeIge 0.08 ± 018 NEG 01±06 0.1 ±02 6.1 1/15/98 

95 21 41 3 I Hall-I C Wall Chair-rail Intact Wood Beige 0.49 % 0.31 POS 1.5 * 0.5 1.5 * 0.6 10.0 1/15198 

96 21 42 3 I Hall-I C Floor Floor Intact Wood Varnish o.oo± 0.10 NEG -0.3 ± 1.2 0.0 ± 0 2 10 1115/98 

97 21 43 3 I Hall-I B Door-I DOolr Intact Wood Beige 0.Q3 30 0.29 NEG 0.2 ± 0.9 0.0 ± 0,2 20 1/15/98 

98 21 44 3 \ Hall-I B Door-I Casing Intact Wood Beige 008 ± 0 20 NEG 03±06 0.1 ±0,2 58 1/15198 

99 21 45 3 I Hall-I B Entrance-I Casing Intact Wood Beige 0.04 ± 0.10 NEG -10±1.3 0.0 ± 0.2 ~i.O 1115/98 

100 21 46 3 I Hall-I C Door-2 Door Intact Wood Beige 006±0.10 NEG -0.5 ± I 2 01 ± 0.2 70 1115198 

101 21 47 3 1 Hall-I C Door-2 Casing Intact Wood Beige 0.01 ± 0.20 NEG -0.4 ± 1.2 00 ± 0.2 1.0 1115/98 

102 21 48 3 I Hall-I B Wall Wall-Rgstr Intact Metal Beige 0.07 ± 0.30 NEG -0.4 ± 1.1 0,1 ± 0 2 2.9 1/15198 

103 21 49 3 I Hall-I C Closet Door Intact Wood Beige 007 ± 0 26 NEG 04 ± 0.8 0.1 ± 0,2 43 1115/98 

104 21 50 3 I Hall-I C Closet Jamb Intact Wood Beige 060 ± 0.10 INCOM 0630 3.0 0.6 ± 3 0 W.O 1115/98 

105 21 51 3 I Hall-I C Closet Jamb Intact Wood Beige 0.14 ± 0.46 NEG -0.7 ± 1.0 0.1 ± 0.4 41.9 1115/98 

106 21 52 3 I Hall-I C Closet Baseboard Intact Wood Beige 0.13 30 0.14 NEG -0.2 ± 0.6 -0.2 ± 0.6 lID.O 1115/98 

107 21 53 3 I Hall-I C Closet Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0 H 1.1 0.0 ± 0.2 1.0 1/15/98 

\08 21 54 3 I Hall-I C Closet She:lf Intact Wood Beige O.IH 0.30 NEG -0.7± 1.0 0.2±0.2 7.5 1115/98 

109 21 55 3 1 Hall-I C Closet W~III Intact Drywall Beige 1.04* 0.40 POS 0.6200.8 1.020 0.4 41.7 1115198 

110 21 56 3 I Hall-I C Closet Wall Intact Drywall Beige 0.02 ± 0.17 NEG -0.1 ± 1.0 00 ± 0.2 1.0 1115/98 

111 21 57 3 I Hall-I C Closet Wall Intact Drywall Beige 0.75 ± 0.60 INCOM -0 I ± 0.9 0.8 ± 06 ~;.9 1115/98 

112 21 58 3 1 Hal/-l C Closet W~11l Intact Drywall Beige 1.72 * 1.02 POS 1.1 * 0.7 1.1 * 0.8 10.0 1/15/98 

113 21 59 3 I Hall-l C Closet Walll Intact Drywall Beige 1.47:l: 0.82 POS 1.1 * 0.8 1.1 20 0.8 ~i.7 1115198 

114 21 60 3 I Room-2 A Wall-Upr Wall-Upr Intact Drywall Beige 0.29 ± 0.32 NEG 0.7 ± 0 5 03 ± 0.4 1'.3 1115198 

115 21 61 3 1 Room-2 B Wall-Upr Wall-Upr Intact Drywall Beige 0.20 ± 0.51 NEG 0.1 ± 1.0 0.2 ± 0 6 5.1 1/15/98 

116 21 62 3 I lRoom-2 C Wall-Upr Wall·Upr Intact Drywall BeIge 021 ±0.15 NEG 0.6 ± 0 5 0.6 ± 0.4 100 1/15/98 

117 21 63 3 1 lRoom-2 0 Wall-Upr Wall-Upr Intact Drywall Beige 001 ±O 10 NEG 0.1 ± 09 o.o± 0.2 30 1115/98 

118 21 64 3 1 lRoom-2 0 Wall-Lwr Wall-Lwr Intact Wood Beige 1.07 *0.37 POS 1.7 * 0.8 1.1 * 0.4 41.2 1115198 

1\9 21 65 3 I lRoom-2 C Wall-Lwr Wall-Lwr Intact Wood Beige 007 ± 0.22 NEG 0.7 ± 07 0.1 ± 0 2 418 1115/98 

120 21 66 3 I 1R00m-2 B Wall-bvr Wall-Lwr Intact Wood BeIge 0.25 ± 0 20 NEG -0.3 ± 0 6 -03 ± 0.6 10.0 1/15198 

121 21 67 3 I Room-2 A Wall-Lwr Wall-Lwr Intact Wood Beige o 29± 0.29 NEG 00 ± 0.6 o.o± 0.6 87 1/15/98 

122 21 68 3 I lRoom-2 A Wall Baseboard Intact Wood Beige 0.41 ± 035 NEG 01 ± 0.5 0.1 ± 0 4 K9 1/15198 

123 21 69 3 1 Room-2 A Wall Chair·rail Intact Wood Beige 0.21 ± 0.29 NEG 0,0 ± 0.8 02±02 1'.9 1/15/98 

124 21 70 3 \ Room-2 B Wall Wall-Rgstr Intact Metal Beige 036±031 NEG 04±05 0.4 ± 06 8:3 1115/98 

125 21 71 3 1 lRoom-2 0 Wall Wall-Rgstr Intact Metal Beige 0.02 ± 0.10 NEG -1 I ± 1.6 O.O± 0.2 33 1115/98 

126 21 72 3 1 Room-2 0 Floor Flo<or Intact Wood Varnish OOO±O.IO NEG 0.2 ± 0 9 O.O± 0.2 10 1115198 

'27 21 73 3 I 1R00m·2 A Entrance-I Casing Intact Wood Beige 0.27 ± 0 20 NEG 0.1 ± 0 5 0.1 ± 0 6 1Il.0 1115/98 

28 21 74 3 1 Room-2 B Door-I Door Intact Wood Beige 0.46 ± 0.30 NEG 03 ± 0.5 0.3 ± 0.4 III 0 1/\5/98 

29 21 75 3 I Room-2 2 Entrance-2 Door Intact Wood Beige 001 ±O.IO NEG ·1.5±12 O.O± 0.2 1.0 1/15/98 

30 21 76 3 I Room·2 C Wmdow Stool Intact Wood Beige 0.05 ± 0 20 NEG -0.6 ± 0 9 01±02 47 1/15/98 

31 21 77 3 1 Ji{oom-l C Window Sash (ntact Wood Beige 0.4520 0.57 POS 2.1200.8 2.1 ±O.ll ~" 

32 21 78 3 1 Room-2 C Window !l,oxing Inlact Wood R ..... n ... (\ L" , ro. ~ ~ 

33 21 79 1 l~oom-2 A BookC"~c;p 



€': 21 Date: 111 '~/98 
Illges (NEG<INC<POS): Devke PCS 

So Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mglcm') RES PbK Com billed DI Date Note 
134 21 80 :I 1 Ro,om-2 A Bookcase Shelf Intact Wood Beige 000±010 NEG -03 ± 1.0 00±02 10 1115/98 
1315 21 81 :I I Room-2 A Cabinet Door-Out Intact Wood Beige 030 ± 0.20 NEG 06 ± 0.4 0.6 ± 0 4 10.0 1/15/98 
136 21 82 :I I Room-2 A Cabinet InSide Intact Wood Beige 047 ± 0.58 NEG -03 ± 0.7 0.5 ± 0.6 7.7 1115/98 
137 21 83 3 I Shutt,:r Cal-I Calibrate Calibrate 0.00 ± 0 00 00 ± 0.0 OO±OO 00 1115/98 
U8 21 84 :I 1 Calibrate-l Calibrate Calibrate 1.19 ± 0.16 POS 1.0± 0.7 1.2 ± 0.2 1.1 1115/98 
1~19 21 85 :1 1 Calibrate-2 Calibrate Calibrate 1.09 ± 0.24 POS 0.0±0.7 1.1 ±0.2 2.2 1/15/98 
1,10 21 86 :1 I Calibrate-2 Calibrate Calibrate 1.14 ± 0.14 POS 0.6±0.7 1.1 ± 0.2 1.1 1115/98 
141 21 55 II 2 Shutt,:r Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0.0 OO±OO 00 1/15/98 
142 21 56 .) 2 Calibrate-l Calibrate Calibrate 1.09 ± 0.14 POS 0.7 ± 0.5 1.1 ± 0.1 1.1 1116/98 
143 21 57 ., 2 Calibrate-2 Calibrate Calibrate 1.12 ± 0.25 POS 1.1 ± 0.4 1.1 ±O.) 2.3 1116198 
144 21 58 ., 2 Calibrate-3 Calibrate Calibrate 093 ± 0.20 NEG 0.3 ± 0.4 0.9 ± 0 2 2.0 1116/98 
145 21 59 ., 2 Room-3 A Wall-Upr Wall-Upr Intact Drywall Beige 007 ± 0 28 NEG 09±05 0.1 ± 0.3 3.8 1116/98 
146 21 60 ., 2 Room-l B Wall-Upr Wall-Upr Intact Drywall Beige 0.l6 ± 0.25 POS 1.3 ± 0.4 1.3 ± 0.4 10.0 1116198 
1.17 21 61 ., 2 Room-l C Wall-Upr Wall-Upr Intact Drywall Beige 0.62 ± 0.40 POS 1.1 ± 0.4 1.1 ±0.4 10.0 1116198 
148 21 62 ., 2 Room-3 D WaJl-Upr Wall-Upr Intact Drywall Beige 002±0.12 NEG 1.1 ± 0.4 00±01 19 1116/98 
149 21 63 6 2 Room-3 D Wall-Lwr Wall-Lwr Intact Wood Beige o 14 ± 0 32 NEG 01±06 o I ± 0.3 59 1116/98 
l~iO 21 64 6 2 Room-3 C Wall-Lwr Wall-Lwr Intact Wood Beige 029 ± 0 20 NEG 0.4 ± 0 3 04±03 100 1/16/98 
1 ~i1 21 65 " 2 Room-3 B Wall-Lwr Wall-Lwr Intact Wood Beige 001 ±0.28 NEG 0.2 ± 0.7 00 ± 0.3 10 1116/98 
l~i2 21 66 6 2 Room-3 A Wall-Lwr Wall-Lwr Intact Wood Beige 001±01O NEG -04±07 O.O± 0.1 1.0 1/16/98 
m 21 67 6 2 Room-3 A Wall Chair-rail Intact Wood Beige 0.01 ± 0.10 NEG -0.5 ± 0 7 00 ± 0.1 10 1/16/98 
1$4 21 68 6 2 Room-3 D Door. I Door Intact Wood Beige 0.02 ± 0.11 NEG -03 ± 0.7 OO± 0.1 1.0 1116/98 
l!i5 21 69 Ii 2 Room-3 D Doot-2 Door Intact Wood Beige 0.12±037 NEG -0.2 ± 0.7 01 ± 0.4 5.1 1116198 
156 21 70 Ii 2 Room-3 D Door-2 Casing Intact Wood Beige 0.27 ± 0.41 NEG 0.0 ± 0.4 03 ± 0.4 57 1116/98 
l~i7 21 71 Ii 2 Room-3 B Wall Baseboard Intact Wood Beige 0.01 ± 010 NEG 0.2 ± 0.3 OO±O.I 10 1116/98 
158 21 72 6 2 Room-3 A Door Door Intact Wood Beige o 14± 0.36 NEG -0.1 ±O 7 01 ± 0.4 2.7 1116/98 
159 21 73 Ii 2 R()<~m-3 A D<lor Casing Intact Wood Beige o 16±0.30 NEG 0.2 ± 0.6 0.2 ± 0.3 28 1/16/98 
160 21 74 Ii 2 Room-3 C Wmdow Casing Intact Wood Beige 012±030 NEG -0.1 ± 0 6 0.1 ± 0 3 27 1116/98 
161 21 75 Ii 2 ROI~m-3 C Window Sash Intact Wood Beige 0.14 ± 0.21 POS 2.2 ± 0.5 2.2 ± 0.5 l.3 1116/98 
162 21 76 Ii 2 Room-3 C Closet Door Intact Wood Beige 0.24 ± 0.45 NEG -0.3 ± 0 4 0.2 ± 0.5 6.1 1116/98 
163 21 77 Ii 2 Room-3 C Closet Casing Intact Wood Beige 0.67 ± 0.63 NEG 0.2 ± 0.4 0.7 ±0.6 77 1116/98 
1M 21 78 Ii 2 Ro,~m-l C Closet Wall Intact Drywall Beige 1.01 ± 0.48 POS 0.9±0.5 1.0± 0.5 6.1 1/16198 
165 21 79 Ii 2 Room-l 0 Closet Wall Intact Drywall Beige 1.19 ± 0.80 POS 1.4 ± 0.5 1.4 ± 0.5 10.0 1116/98 
Ui6 21 80 Ii 2 Ro'~m-l A Closet Wall Intact Drywall Beige 0.88 ± 0.57 POS 1.7 ± 0.4 1.7±0.4 10.0 1116/98 
167 21 81 (; 2 Room-3 B Closet Wall Intact Drywall Beige 0.65 ± 0.42 NEG 04±03 04 ± 0.3 100 1116/98 
1~,8 21 82 (; 2 Room-3 B Closet Baseboard Intact Wood Beige 003 ± 0 10 NEG 0.3 ± 04 00±01 15 1/16/98 
l~i9 21 83 (; 2 Room-3 B Closet Shelf Intact Wood Beige om ± 0.10 NEG .0.2 ± 0 7 00±01 10 1116/98 
170 21 84 (; 2 Room-3 B Floor Floor Intact Wood Varnish OOO±O.IO NEG 01 ±0.7 0.0 ± 0 I 10 1/16/98 
11'1 21 85 (; 2 Bath-2 B Wall Wall Intact Drywall Beige 0.57 ± 0 49 NEG 0.8 ± 0.5 06 ± 0.5 6.9 1116/98 
172 21 86 (; 2 Ba.th-2 A Wall Wall Intact Drywall Beige 005 ± 0.26 NEG -03±0.7 01 ± 0.3 39 1116/98 
In 21 87 (; 2 Bath-2 C Wall Wall Intact Drywall Beige 0.48 ± 0.41 NEG 0.8 ± 0 5 0.5 ± 0.4 6.2 1116/98 
174 21 88 Ii 2 Bath-2 D Wall Wall Intact Drywall Beige 0.34 ± 0.25 NEG 1.0± 0.5 0.3 ± 0.3 42 1/16/98 
Ii'S 21 89 (; 2 Ba.th-2 C Window Casing Intact Wood Beige 0.15 ± 0.29 NEG 0.0 ± 0 6 02±03 2.7 1116/98 
11'6 21 90 (i 2 Bath-2 C Window Sash Intact Wood Beige 0.14 ±0.14 POS 2.4 ±0.7 2.4 ± 0.7 1.9 1116198 
171 21 91 Ii 2 Ba.th-2 D Door Door Intact Wood Beige 0.36 ± 0 38 NEG -03±0.4 0.4 ± 0.4 5.6 1116198 
11'8 21 92 Ii 2 Bath-2 D D<lor Casing Intact Wood Beige 0.02 ± 0 27 NEG 0.1 ± 0.8 0.0 ± 0.3 1.2 1116/98 
179 21 93 Ii 2 Bath-2 B Cabinet·Lwr Door-Out Intact Wood White 0.00 ± 0.17 NEG -0.4 ± 0.7 00±02 1.0 1/16198 
I~:O 21 94 Ii 2 Bath-2 B Cabinet-Lwr Inside Intact Wood White 0.00±0.10 NEG -0.1 ±O 6 O.O±O.I 1.0 1116/98 
n:1 21 95 Ii 2 Balh-3 B Cabinet·Lwr Inside Intact Wood White 000 ± 0.10 NEG -0.5 ± 0.6 O.O±O.I 1.0 1/16/98 
H:2 21 96 Ii 2 Bath-3 B Cabinet·Lwr Door-Out Intact Wood White O.OO±O.IO NEG -0.1 ± 0.7 O.O±O I 1.0 1116/98 
183 21 97 Ii 2 Bath-3 A Door Door Intact Wood Beige 0.52 ± 0.20 NEG 0.3 ± 0.4 05 ± 0.2 28 1116/98 
184 21 98 Ii 2 Bath-3 A Door Casing Intact Wood Beige 0.25 ± 0.13 NEG 0.1 ± 0.4 0.3 ± 0.1 2.1 1116/98 
UI5 21 99 (i 2 Bath-l 0 Window Casing Intact Wood Beige 1.0l ± 0.41 POS 1.1 ± 0.5 1.0± 0.4 5.0 1116198 
UI6 21 100 Ii 2 Bath-l D Window Sasb Intact Wood Beige 0.64 ± 0.48 POS 2.7 '*' 0.9 2.7 ± 0.9 3.4 1116198 
187 21 101 6 2 Bath-3 D Wall Wall Intact Drywall Beige 0.51 ± 0 56 NEG I I ± 0.5 05 ± 0.6 77 1/16/98 
U:S 21 102 6 2 Bath-3 C Wall Wall Intact Drywall Beige 002 ± 0.25 NEG -05 ± 0 7 00±03 2 I 1/16/98 
Ul9 21 103 6 2 Bath-3 B Wall Wall Intact Drywall Beige 014 ± 0 33 NEG -03 ± 0 7 01±03 62 1116/98 
190 21 104 6 2 Bath-3 A Wall Wall Intact Drywall Beige o 55± 0.41 NEG 0.6 ± 0.5 06 ± 0.4 5.9 1116/98 
191 21 105 6 2 Shuttc,. Cal-I Cahbrate Calibrate 000 ± 0.00 O.O± 0 0 OO±OO 0.0 1116/98 
In 21 1(J(j, Ii 2 Calibrate-I Calibrate Calibrate 1.08 ± 0.14 POS 0.4 ± 0.5 1.1 ±0.1 1.1 1116/98 
IS'3 21 10')' 6 2 Calrbrate-2 Calibrate Calibrate 092 ± 0 20 NEG 0.1 ± 0 4 0.9 ± 0.2 2.0 1116/98 
194 21 lOS: 6 2 Hall-4 A WaJl-Upr Wall-Upr Intact Drywall Beige 0.27 ± 042 NEG I I ± 0.5 03 ± 0.4 6.8 1/16/98 
19S 21 109 (I 2 Hall-4 B Wall-Upr Wall-Upr Intact Drywall Beige 026 ± 0.42 NEG 09 ± 0.5 03 ± 0.4 67 1116/98 
196 21 1101 6 2 Hall-4 C Wall-Upr Wall-Upr Intact Drywall Beige 037 ± 0 25 NEG 0.9 ± 0.3 0.9 ± 03 \0.0 1116/98 
197 21 III 6 2 Hall-4 D Wall-Upr Wall-Upr Intact Drywall Beige 0.03 ± 0 18 NEG 0.8 ± 0 5 00±O2 2.1 1/16/98 
198 21 112 6 2 HIIIl-4 D Wall Chair-rail Intact Wood Beige 0.05 ± 0.39 NEG 03 ± 0.7 01±04 2.1 1116/98 
199 21 113 6 2 Hall-4 D Wall Baseboard Intact Wood Beige 006 ± 0.27 NEG 0.1 ± 0.7 0.1 ± 0 3 3.9 1/16198 
200 21 114 6 2 Hall-4 D Wall-Lwr Wall-Lwr Intact Wood Beige O.l5± 0.10 NEG 0.1 ± 08 01 ± 0.8 10.0 1116/98 
201 21 liS 6 2 Hall-4 C WalJ-Lwr Wall-Lwr Intact Wood Beige 027 ± 0 42 NEG 01 ± 0.4 03±04 6.9 1116/98 

485 



Site: 21 Date: 1/l619:~ PalOl Page: 4 
Ranges (NEG<INC<IPOS): Device PCS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PIIlK Combined DI Date Note 

202 21 116 6 2 Hall·4 B Wall·Lwr Wall·Lwr Intact Wood BeIge 026,£0 0 19 NEG 09,1.03 0.9 ± 03 100 1/16/98 

203 21 117 6 2 Hall·4 A Wall·Lwr Wall·Lwr Intact Wood Beige 029.r 0 20 NEG 02,,03 02 ± 0.3 10.0 1/16/98 

204 21 118 6 2 Hall-4 A Door Door Intact Wood Beige 0.08£0 0 25 NEG -0.4 " 0 7 0.1 ± 0.3 19 1116/98 
205 21 119 6 2 Hall·4 A Door Casmg Intact Wood Beige 012,£0026 NEG -0.4 " 0 7 01 ± 0 3 25 1116/98 

206 21 120 6 2 Hall-4 0 Door Door Intact Wood Beige 0.10 '" 0.42 NEG -0.5 ;, 0.7 0.1 ± 04 2.6 1116/98 

207 21 121 6 2 Hall-4 0 Window Casing Intact Wood Beige 0.16," 0.29 NEG -0.3,,0.5 0.2 ± 0.3 3.5 1116198 

208 21 121 6 2 Oall··4 D Window Sash Intact Wood Beige 0.67,~ 0.57 POS 2.4~, 0.7 2.4:0.7 9.5 1/16/98 

209 21 123 6 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0.170£0 0.35 NEG 0.0,,0.4 0.2 ± 0.4 4.7 1/16/98 

210 21 124 6 2 Hall-4 A Cabinet Door-Ins Intact Wood Beige 0.02," 0.22 NEG -0.1,,0.6 0.0 ± 0.2 1.2 1/16/98 

211 21 m 6 2 Hall-4 A Cabinet Shelf Intact Wood Beige 0.01,"021 NEG -0.4 ,,08 o.o± 0.2 1.0 1116/98 

212 21 126 6 2 Hall-4 B Closet Door Intact Wood Beige 0.04," 0.14 NEG -0.3,,0.7 0.0±0.1 1.2 1/16198 

2\3 21 127 6 2 Hall-4 B Closet Casing Intact Wood Beige 075,.036 NEG 0.4,,04 0.8 ± 0.4 47 1/16198 

214 21 128 6 2 Hall·4 C Closet Baseboard Intact Wood Beige 0.00.0.12 NEG -0.6,,0.7 OO±O.I 1.0 1116/98 

21S 21 129 6 2 Hall·4 0 Closet Shelf Intact Wood Beige 031,.0.39 NEG 0.5 " 0 4 0.3 ± 0.4 5.5 1/16/98 

216 21 130 6 2 Hall·4 0 Closet Wall Intact Drywall Beige 060,r 0 53 NEG 05,,0.4 06 ± 0.5 7.4 1/16/98 

217 21 131 6 2 Hall·4 A Closet Wall Intact Drywall Beige 055,.0.52 NEG 08,,04 0.6 ± 0.5 74 1/16/98 

218 21 132 6 2 Hall-4 B Closet Wall Intact Drywall Beige 0.91,.0.49 NEG 10,,04 0.9 ± 0.5 6.4 1116/98 

219 21 133 6 2 Hall-4 C Closet Wall Intact Drywall Beige 0.82,£0 0 52 NEG 0.8,,04 0.8 ± 0.5 80 1116/98 

220 21 134 6 2 Hall·4 B Stairs Rail-cap Intact Wood Beige 0.02,£0 010 NEG -0.3 " 0.7 O.O±O.I 1.0 1/16/98 

221 21 135 6 2 Hall·4 B Stairs Newal·post Intact Wood Beige 0.12 oJ, 0 27 NEG 1.0" OJ 0.1 ± 0.3 5.3 1116198 

222 21 136 6 2 Ha1l·4 B Stairs Baseboard-Ins Intact Wood Beige 0.04,.036 NEG 0.2,,06 0.0 ± 0.4 2.1 1116198 

223 21 137 6 2 Hall-4 B Door Ovrhd-Door Intact Wood Beige 018<0.32 NEG 07,,04 02 ± 0.3 6.4 1116/98 

224 21 138 6 2 Hall-4 B overhead door Casmg Intact Wood BeIge o II '" 0.32 NEG 04;,04 01±03 46 1116/98 

225 21 139 6 2 Hall-4 B overhead fan Casing Intact Wood Beige 0.13 '" 0.36 NEG 0.0,,0.7 01 ± 0.4 56 1116198 

226 21 140 6 2 Hall-4 B overhead fan overhead-fan Intact Metal SIlver 0.11 ,10 0.10 NEG -0.1,,0.9 0.1 ±0.1 1.0 1/16198 

227 21 141 6 2 Hall-4 B Floor Floor Intact Wood Varnish 0.00," 010 NEG -08;,07 00 ± 0.1 1.0 1116/98 

228 21 142 6 2 Uall-4 A Ceiling Ceiling Intact Drywall Beige 0.17,~ 0.25 POS 2.5~, 0.7 2.5: 0.7 8.2 1116198 

229 21 143 6 2 Hall-4 A Closet Ceiling Intact Drywall Beige 0.7710 0.41 NEG 0.9,,04 0.8 ± 04 80 1116/98 

2)0 21 144 6 2 Room-I A Closet Ceiling Intact Drywall Beige 0.59,100.32 POS 1.2~' O.l 1.2: 0.) 6.9 1/16198 

231 21 145 6 2 Room-I A Ceiling Ceiling Intact Drywall Beige 1.10,~ 0.65 POS 1.5~, 0.5 l.l % 0.7 7.9 1116198 

232 21 146 6 2 Room-l A Ceiling CroWD-mold Intact Wood Beige 0.25,~ 0.31 POS 1.5~: 0.4 1.5 % 0.4 7.5 1116198 

233 21 147 6 2 Room-2 A Ceihng Crown-mold Intact Wood Beige 0.25," 0 33 NEG 08,,0.5 03 ± 0.3 5.0 1116198 

234 21 148 6 2 Room-2 A Ceihng Ceihng Intact Drywall Beige 0.81," 0.59 NEG 08;,0.5 0.8± 0.6 7.7 1116198 

2)5 21 149 6 2 Room-2 A Closet Ceiling Intact Drywall Beige U)O,~O.41 POS 1.2~, 0.4 1.0: 0.4 5.5 1116198 

2)6 21 150 6 2 Room-) A Closet Ceiling Intact Drywall Beige 1.22,~ 0.79 POS O.9~,O.5 1.2 % 0.8 9.) 1/16198 

237 21 151 6 2 Room-3 A Ceiling Ceiling Intact Drywall Beige 0.61,~ 0.42 POS 1.7~, 0.3 1.7 % 0.3 8.6 1116/98 

238 21 152 6 2 Room-) A Ceihng Crown-mold Intact Wood Beige 0.28," 0 23 NEG 0.7, 0.3 0.7 ± 0.3 9.2 1116198 

239 21 153 6 2 Bath·2 A Ceiling Ceiling Intact Drywall Beige 064,10 0 36 NEG I I; 05 0.6 ± 0.4 5.4 1116/98 

240 21 154 6 2 Bath·] A Ceiling Ceiling Intact Drywall Beige 0.80,.0.51 NEG 09,*,0.3 0.9 ± 0.3 10.0 1/16/98 

241 21 155 6 1 Room-I A Ceiling Ceiling Intact Drywall Beige 1.78,~ 1.36 POS 3.4~: 1.0 3.4: 1.0 10.0 1/16198 

242 21 156 6 I Room-I A Ceiling Crown-mold Intact Wood Beige 0.74," 0.48 NEG 0.9;,0.3 0.9 ± 0.3 10.0 1116198 

24) 21 157 6 1 Hall-I A Ceiling Ceiling Intact Drywall Beige 0.17," 0.36 NEG 0.5;,0.4 0.2 ± 0.4 5.6 1116/98 

244 21 158 6 1 Porcb-l A Ceiling Ceiling Intact Wood White 0.99 ,~0.66 POS 1.3 ~,0.5 1.3 % 0.5 10.0 1116/98 

245 21 159 6 I Room-2 A Ceiling Ceiling Intact Drywall Beige 057," 0.53 NEG 03;,0.4 0.6 ± 0.5 7.6 1116/98 

246 21 160 6 1 Room-2 A Ceiling CroWD-mold Intact Wood Beige O.71,~ 0.45 POS 1.2~, 0.4 1.2: 0.4 10.0 1116/98 

247 21 161 6 I Kitchel~-O A Ceiling Ceiling Intact Drywall Beige 0.00," 0.10 NEG -0.2,,0.7 0.0 ± 0.1 1.0 1116198 

248 11 162 6 1 Hall-3 A Ceiling Ceiling Intact Drywall Beige 1.02:~ 0.77 POS 2.H,0.8 2.7: 0.8 10.0 1116198 

249 21 163 6 I Hall-2 A Ceihng Ceiling Intact Drywall Beige 004," 0.29 NEG -02 ;,0.7 0.0% 0 3 2.7 1/16/98 

250 21 164 6 I Hall-2 A Closet Ceiling Intact Drywall Beige 001,"021 NEG -04,10 0.7 00±02 1.0 1116198 

251 21 165 6 1 Bath· I A Ceiling Ceiling Intact Drywall Beige 051or030 NEG 09±04 05±03 48 1/16198 

252 21 166 6 1 Room-) A Ceiling Ceiling Intact Drywall Beige 1.64,~ 1.18 POS 2.3~, 0.7 2.) * 0.7 \0.0 1116/98 

253 21 167 6 I Room-3 B CeIling Crown-mold Intact Wood Beige 019,£0026 NEG I I , 0.4 02 ± 0.3 7.5 1/16/98 

254 21 168 6 I Room-3 A Closet Ceihng Intact Drywall Beige 000,£00.10 NEG -03; 06 O.O± 0 I 10 1116/98 

255 21 169 6 I Porcb-2 A Porcb Ceiling Intact Wood Wbite 2.67,~ 1.76 POS lZ.4~, 2.4 lZ.4 % 2.4 3.0 1116/98 

256 21 170 6 I Porch-2 C Closet Ceiling Intact Drywall Beige 0.07,£0 0.10 NEG OJ; 06 0.3 ± 0.6 10.0 1116/98 

257 21 171 6 I Shutter Cal-I Calibrate Calibrate 0.00 ,10 0.00 0.00;0.0 00 ± 0.0 00 11\6/98 

258 21 172 6 I Calibrate-I Calibrate Calibrate 0.98," 0.13 NEG 06 ± 0.4 I o± 0.1 10 11\6198 

159 21 173 6 1 Calibrate-2 Calibrate Calibrate 1.31 :~ 0.29 POS 0.6~, 0.4 1.3 ± 0.3 2.6 1116198 

!60 11 174 6 I Calibrate-3 Calibrate Calibrate l.OO,~ 0.22 POS 0.8~, 0.5 1.0: 0.2 2.2 1116/98 

!61 21 175 6 I Shutter Cal-I Calibrate Calibrate 0.00," 0.00 0.0 i 0.0 o o± 0.0 0.0 1116198 

'62 21 176 3 I House-'ex\. B Wall Wall Intact Masomte WhIte 0\0 'C 0 23 NEG -0 I ± 07 01±02 6.8 1/16/98 

63 21 171 3 I House-,:x\. C Wall Wall Intact Masonite White 001 ,r 010 NEG ·0 I ± 08 00 ± 0 I 10 1116198 

64 21 178 3 I House-,ex\' 0 Wall Wall Intact MaSOnite White 001,[ 0.10 NEG 0.0 i 0.8 o.o± 0 I 10 1116/98 

65 21 179 6 I Shutter Cal-I Calibrate Calibrate O.OO,r 0 00 000; 0.0 00 ± 0.0 00 1/16198 

56 21 180 3 I Calibra1le-1 Calibrate Calibrate 095,[0.10 NEG OH05 1.0±0.1 10 1116198 

17 21 181 3 1 Calibrate-2 Calibrate Calibrate 1.23:< 0.28 POS 0.4 i, o.s 1.2 ± 0.3 2.6 1/16/98 

i8 21 182 3 1 Calibrate-3 Calibrate Calibrate 1.07,< 0.23 POS 0.5;,0.5 1.1 ± 0.2 

,9 21 87 1 Shutter Cal-I Calibrate Calibrate o flO "Hl nn 
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270 21 88 3 I Calibrate-I Calibrate CalIbrate 102 ± 0 20 INCOM 10 ± 1.4 1.0 ± 0.2 1.0 1/16/98 I 
271 21 89 3 I Calibrate-I Calibrate Calibrate 088 ± 0 15 INCOM 07±35 0.9 ± 0.2 10 1/16/98 I 
272 21 90 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0 00 OO±OO oo±oo 00 1116/98 
273 21 91 3 1 Calibrate-l Calibrate Callibrate 1.08 ± 0.13 POS -0.1 ± 0.7 1.1 ±0.2 1.0 1116/98 
274 21 92 3 1 Calibrate-2 Calibrate Callibrate 1.04 ± 0.24 POS 0.3 ± 0.7 1.0± 0.2 2.3 1116/98 
275 21 93 3 1 Kitchen A Wall Wall Intact Wallppr Beige 001±0.10 NEG -0 I ± 1.0 O.O± 0.2 10 1/16/98 
276 21 94 3 1 Kitchen B Wall Wall Intact Wallppr Beige 006 ± 0.22 NEG 0.0 ± 0.7 0.1 ±0.2 46 1/16/98 
277 21 95 3 1 Kitchen C Wall Wall Intact Wallppr Beige 0.10±023 NEG -0.2 ± 0 7 0.1 ± 0.2 59 1/16/98 
278 21 96 3 1 Kitchen 0 Wall Wall Intact Wallppr Beige 0.02 ± 0 29 NEG -1.0±13 00 ± 0.2 20 1/16/98 
279 21 97 3 1 Kitchen A Door-I Door Intact Wood Beige 0.02 ± 0.10 NEG -04 ± 0 8 0.0 ± 0 2 29 1/16/98 
280 21 98 3 1 Kitchen A 000r-2 Casing Intact Wood Beige O.OO± 0.10 NEG 0.0 ± 0.9 00±02 10 1116/98 
281 21 99 3 1 Kitchen 0 Entrance-2 Casing Intact Wood BeIge 003 ± 010 NEG ·0.5 ± 1.0 0.0 ± 0.2 6.5 1/16/98 
28;2 ZI 100 3 1 Kitcben C Window-2 Stool Intact Wood Beige 2.31 ± 1.28 POS 2.2 ± 1.0 2.3 ± 1.2 6.9 1116/98 
28;3 21 101 3 1 Kitcben C Window-l Sasb Intact Wood Beige 0.74 ± 0.25 POS 3.1 ± 1.1 3.1 ± 1.0 2.3 1/16/98 
284 21 102 3 1 Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish 000±0.10 NEG -08 ± 1.0 0.0 ± 0 2 10 1/16/98 
285 21 \03 3 I Kitchen 0 Cabinet·Lwr Inside Intact Wood Varnish o OO± 0.10 NEG 03 ± 0.9 00±02 1.0 1/16/98 
286 21 104 3 I Kitchen A Closet-I Door Intact Wood BeIge o OO± O. \0 NEG 0.1 ± I 0 00±02 10 1/16/98 
287 21 105 3 I Kitchen A Closet-2 Jamb Intact Wood Beige 000±010 NEG -13± \.I 0.0 ± 02 II 1/16/98 
288 21 106 3 I Kitchen A Closet-2 Shelf Intact Wood Beige o 15± 0.43 NEG -0.4 ± 0.9 01±04 3.5 1/16/98 
289 21 107 3 I Kitchen A Closet-I Wall Intact Wood Beige 000±010 NEG -05 ± 0.9 0.0 ± 0 2 10 1/16/98 
290 21 108 3 I Kitchen A Closet-I Wall Intact Wood Beige O.OO± 010 NEG -0.3 ± 1.0 0.0 ± 0.2 10 1/16/98 
291 21 109 3 I Kitchen A Closet-2 Wall Intact Wood Beige O.OO± 010 NEG -13± 1.1 0.0 ± 0 2 1.0 1/16/98 
29'2 21 110 3 I Kitchen A Closet-2 Wall Intact Wood BeIge 0.00 ± 010 NEG -07±\.I 0.0 ± 0.2 10 1/16/98 
293 21 III 3 I Kitchen A Closet-2 Air-duct Intact Metal BeIge 0.\3±0.10 NEG -0 I ± 1.1 0.1 ± 0.2 6.9 1116/98 
294 21 112 3 1 Kitchen A Wall Wall-Rgstr Intact Metal Beige OOO±O 10 NEG 02 ± 0.8 00±02 10 1116/98 
295 21 113 3 1 Kitchen B Wall Baseboard Intact Wood Beige 0.00 ± 010 NEG -0.1±1.l 00±02 1.0 1/16/98 
296 21 114 3 I Hall-2 C Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.3 ± 1.0 00 ± 0.2 10 1/16/98 
297 21 115 3 1 Hall-2 A Door-I Door Intact Wood Beige 000±010 NEG 0.0 ± 0 9 00 ± 0.2 10 1/16/98 
298 21 116 3 I Hall-2 C 000r-2 Door Intact Wood Beige 0.01 ±0.21 NEG 0.2 ± 1.0 00 ± 0.2 1.0 1/16/98 
299 21 117 3 1 Hall-2 0 000r-3 Casing Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ±0.9 00 ± 0.2 1.0 1116/98 
300 21 118 3 I Hall-2 B Entrance-I Casing Intact Wood Beige 0.05010010 NEG -0.5 ± \.I 00 ± 01.2 6.3 1116/98 
3011 21 119 3 I Hall-2 C Closet Door Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ±0.9 00 ± 0.2 10 1/16/98 
302 21 120 3 I Hall-2 C Closet Casing Intact Wood Beige O.QQ±O 101 NEG 0.2 ± 01.8 0.0 ± 0.2 10 1116198 
303 21 121 3 I Hall-2 0 Closet Baseboard Intact Wood Beige OQ4±Q.l0 NEG -0.4 ± 0.9 O.O± 01.2 7 I 1116/98 
304 21 122 3 I Hall-2 A Closet Shelf Intact Wood Beige 0.011 ± 0.33 NEG -0.7 ± 1.2 0.001001.4 10 lfl6/98 
305 21 123 3 I Hall-2 A Closet Wall Intact Drywall Beige 0.001 ± 0.10 NEG -0.10101.\ 00 ± 01.2 10 1/16/98 
306 21 124 3 I Hall-2 A Closet Wall Intact Drywall Beige 0.00 ± 0 101 NEG -0.4 ± 1.01 00±Q.2 10 1/16/98 
307 21 125 3 I Hall-2 A Closet Wall Intact Drywall Beige 0.000100.10 NEG -09 ± 1.2 0.0010 0 2 10 1116/98 
308 21 126 3 I Bath-I A Wall Wall Intact Wallppr Beige 0.04 ± 0.10 NEG O.O± 0.9 0.0 ± 0.2 4.4 lf16/98 
309 21 127 3 I Bath-I B Wall Wall Intact Wallppr Beige 0.01 ± 0.10 NEG -02 ± 1.2 0.0 ± 01 2 2.0 1116/98 
310 21 128 3 I Bath-I C Wall Wall Intact Wallppr Beige 0.15 ± 0.22 NEG 0.3 ± 0.8 0.2 ± 0.2 7.8 1/16/98 
311 21 129 3 I Bath-I D Wall Wall Intact Wallppr Beige 0.04 ± 0.22 NEG O.O± 0 9 0.0 ±Q.2 38 1/16/98 
312 21 130 3 1 Bath-I A Door Door Intact Wood BeIge OOO±O 10 NEG -0.2 ± 0 9 0.0 ±0.2 10 1/16/98 
313 21 131 3 1 Bath-I A Door Casing Intact Wood Beige O.OO±O.IO NEG 0.2 ± 0.8 00 ±Q.2 I 5 1116/98 
314 21 132 3 1 Bath-I C Window Stool Intact Wood BeIge 000±01O NEG -0.8 ± 1.0 O.O± 01.2 1.0 1116/98 
315 21 133 3 1 Bath-1 C Window Sash Intact Wood Beige 0.66± 0.60 POS 2.5±0.8 2.5±O.8 8.9 1/16/98 
316 21 134 3 I Bath-I B Cabinet-Upr Inside Intact Metal White 000±010 NEG -0.2 ± 1.1 O.O± 01.2 1.0 1/16/98 
317 21 135 3 I Bath-I B Cabinet-Lwr Door-Out Intact Wood White 000±0.10 NEG -0.1 ± 0.8 0.0 ± 01.2 2.1 1116/98 
318 21 136 3 I Bath-I B Cabmet-Lwr Inside Intact Wood White OOO±O.IO NEG -04 ± 1.0 0.0 ± 0 2 1.1 1/16/98 
319 21 137 3 I Bath-I A Wall Wall-Rgstr Poor Metal White 0.62 ± 0 25 NEG 0.6± 0 9 0.6 ± 0.2 35 1/16198 
320 21 138 3 I Room-3 A Wall Wall Intact Drywall Beige 000±010 NEG 03±07 00±0I2 1.0 1/16/98 
321 21 139 3 1 Room-3 B Wall-Vpr WIIII-Upr Intact Drywall Beige 0.82 ± 0.53 POS 1.9 ± 0.6 1.9 ± 0.6 10.0 1116198 
322 21 140 3 1 Room-3 C Wall-Vpr WIIII-Upr Intact Drywall Beige 0.75 ± 0.47 POS 1.5 ± 0.5 1.5 ± 0.4 10.0 1116/98 
323 21 141 3 1 Room-3 D Wall-Vpr WIIII-Upr Intact Drywall Beige 1.00± 0.68 POS 2.0±0.8 2.0±0.8 10.0 1/16/98 
324 21 142 3 1 Room-3 D Wall-Lwr WIIII-Lwr Intact Wood Beige 0.67± 0.43 POS 1.3 ± 0.4 1.3 ± 0.4 10.0 1/16/98 
325 21 143 3 1 Room-3 C Wall-L"T WIIII-Lwr Intact Wood Beige 068 ± 0.59 NEG 0.3 ± 0.7 0.7 ± 0 6 7.6 1/16/98 
326 21 144 3 I Room-3 B Wall-Lwr WIIII-Lwr Intact Wood Beige 0.42 ± 0 27 NEG 0.9 ± 0.4 01 9 ± 0.4 10.0 1/16/98 
327 21 145 3 I Room-3 B Wall Baseboard Intact Wood Beige 0.19±0 14 NEG 0.3 ± 0.4 03±04 10.0 1/16/98 
328 21 146 3 I Room-3 B Wall Chair-rail Intact Wood Beige OOO±OIO NEG 07010 0.7 00 ± 0.2 10 1/16/98 
329 21 147 3 I Room-3 A Door-I Door Intact Wood Beige OOO±O.IO NEG -0.1 ± 1 I OO± 0.2 10 1/16/98 
330 21 148 3 I Room-3 B 000r-2 Door Intact Wood BeIge OOO±O 10 NEG 0.5 ± 07 0.0 ± 0.2 1.0 1/16/98 
331 21 149 3 I Room-3 B 000r-2 Casing Intact Wood Beige 000±0.10 NEG -0.4 010 10 00±02 10 1116/98 
332 21 150 3 I Room-3 B Door Bulkhd-Dr Intact Wood Beige 013 ± 0.31 NEG -03 ± 1.2 0.1 ±OA 68 1116/98 
333 21 lSI 3 I Room-3 B Casing Bulkhd-Or Intact Wood Beige 0.11 ± 0.35 NEG -0.9± 12 0.1 ± OA 5.1 1/16/98 
334 21 152 3 I Room-3 C Wmdow Stool Intact Wood Beige 004 ± 0.39 NEG 00±09 0.0 ± 0.4 2.1 1116/98 
335 21 153 3 1 Room-3 C Window Sash Intact Wood Beige 0.560100.76 POS 3.2 ± 1.3 3.2 ± 1.2 6.3 1116/98 
336 21 154 3 I Room-3 C Closet Door Intact Wood Beige 0.02 ± 0.18 NEG -0.7±1.\ 0.0 ± 0.2 10 1/16/98 
337 21 155 3 I Room-3 C Closet Casing Intact Wood Beige 001±0.10 NEG 05 ± 0.7 0.0 ± 0 2 13 1/16/98 
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338 21 156 :I I Room-3 D Closet Baseboard Intact Wood Beige 0.00 ± 0.\0 NEG -03± 1.2 00 ± 0.2 1.0 1116/98 

339 21 157 :I 1 Room-3 A Closet Shelf Intact Wood Beige 028 ± 0 23 NEG -0.2 ± 0.6 -0 .. 2 ± 0.6 10.0 1/16/98 

340 21 15!1 :I I Room-3 A Closet Hanger-rod Intact Metal Beige 0.04 ± 0.10 NEG -0.2 ± 1.0 00±02 1.0 1116/98 

341 21 159 :I I Room-3 A Closet Wall Intact Drywall Beige 000±011 NEG -0.2 ± I I 0.0 ± 0.2 10 1!l6/98 

342 21 160 :I I Room-3 A Closet Wall Intact Drywall Beige 0.00 ± 0.10 NEG OO± 1.1 O.O± 0.2 10 1!l6/98 

343 21 161 :I I Room-3 A Closet Wall Intact Drywall Beige 0.00 ± 0.\0 NEG -0.3 ± 1.2 0.0 ± 0 2 1.0 1/16/98 

344 21 162 :1 1 Room-3 A Closet Wall Intact Drywall Beige om ± 0.\0 NEG -0.2 ± 1.1 O.O± 0.2 1.1 1116/98 

345 21 163 :I I Room-3 B Wall Wall-Rgstr Intact Metal Beige 0.00 ± 0.10 NEG -0.2 ± 1.3 0.0 ± 0.2 1.0 1116/98 

346 21 164 :I I Garage-atic B Door Door Intact Wood Beige 0.02 ± 0 20 NEG -0.2 ± 1.0 00±02 1.0 1/16/98 

347 21 16~; :I I Area-I B Door Jamb Intact Wood Beige 0.06 ± 0.21 NEG -0.8 ± 12 0.1 ±02 1.3 1116/98 

348 21 166 :I I Hall-3 A Wall Wall Intact Wallppr Beige 0.39 ± 0.53 NEG 0.3 ± 0.7 0.4 ± 0.6 7.2 1/16198 

349 21 16~' :1 1 Hall-3 B Wall Wall Inlacl Walll,pr Beige 0.51 ± 0.38 POS 1.8 ± 0.5 1..8 ± 0.6 7.8 1/16/98 

350 21 16U :I I Hall-3 D Wall Wall Intact Wallppr Beige OOO±O.IO NEG 0.4 ± 0 8 0.0 ± 0 2 1.0 1/16/98 

351 21 169 :I 1 Hall-3 A Entrance Casing Intact Wood Beige 0.00 ± 0.\0 NEG 0.0 ± 1.1 0.0 ± 0 2 1.0 1/16/98 

352 21 170 :I 1 Hall-3 B Do01-2 Door Intact Wood Beige 0.01 ± 0,29 NEG -0,6± I I 0.0 ± 0.2 1.0 1116/98 

353 21 1711 :I I Hall-3 D D~or-3 Door Intact Wood Beige 0,01 ±024 NEG 0.2 ± 1.0 00±02 1.0 1116/98 

354 21 172 :I I Hall-3 D D~or-3 Casing Intact Wood Beige 0.01 ± 0,26 NEG -0.1 ± 10 0.0 ± 0.2 1.5 1/16/98 

355 21 173 :1 I Hall-3 B Wall Baseboard Intact Wood Beige 001 ±O.lO NEG -02±0.7 O .. O± 0.2 3.7 1116/98 

356 21 174 :I I Mech-rm D Door Door Intact Wood Beige 0,03 ± 0.35 NEG -0.4 ± 1.2 00 ± 0.4 1.8 1/16/98 

357 21 17$ :1 1 Mech-rm 0 Door Jamb Intact Wood Beige 0,03 ± 0.35 NEG -0, I ± 1.1 O.O± 0,4 2.1 1116/98 

358 21 176 :I I Mech-rm C Elec-·Panel Elec-Panel Intact Metal Grey O.OO±O.IO NEG 0.3 ± 0.9 0.0 ± 0.2 1.0 1116/98 

359 21 177 :1 I Porch-2 A Por,ch-2 Trim-Upr Intact Wood White OOO±O.IO NEG 1.0 ± 0,6 O.O± 0.2 1.0 1/16/98 

360 21 1711 :, 1 Porch-2 A Porcb-2 Columns Intact Wood White »5.0± 1.00 POS 15.9 ± 6.2 15 .. 9± 6.2 5.8 1116/98 

361 21 171' :I 1 Porcb-2 A Porcb-2 Lattice Intact Wood White 1.31 ± 1.14 POS 6.0±2.3 6 .. 0± 2.4 10.0 1/16198 

362 21 180 :I 1 Porcb-2 A Door-l Casing Intact Wood Wbite »5.0± 1.00 POS 15.0± 6.4 15,0: 6.4 4.1 1/16198 

363 21 1811 " 1 Porcb-2 B Door-2 Door Intact Wood Wbite »5.0± 1.00 POS 17.5±5.5 17 .. 5 ± 5.6 10.0 1116198 

364 21 18lt :, 1 Porcb-2 B Door-2 Casing Intact Wood White »5.0: 1.00 POS 12.3 ± 5.2 12,3±5.2 4.3 1116198 

365 21 183 :I [ Porch-2 C D()or-3 Door Intact Wood White 0.05 ± 0.10 NEG o o± 0.6 0.0 ± 0,6 8.5 1/16/98 

366 2[ 184 J I Porch-2 C Door-3 Casing Intact Wood White O.OO±O 10 NEG -04 ± 1.0 00 ± 0,2 10 1116/98 

367 21 18S :1 I Porcb-2 B Wan Wall Intact MasOI"ite White »5.0: 1.00 POS 0.4±3.4 5 .. 1 ± 1.6 3.4 1116/98 

368 21 18/; :I I Porch-2 C Wall Wall Intact Masonite White 0.00 ± 0.10 NEG -0.9 ± 1.2 0.0 ± 0.2 1.0 1116/98 

369 21 18jr :I I Porch-2 D Wan Wall Intact MasOI"ite White »5.0: 1.00 POS 3.2 :4.8 )',2 ± 4.8 4.1 1/16198 

370 21 18!1 J I Porch-2 A Closet Door Intact Wood White O,OO±O.IO NEG 02 ± 0,8 O .. O± 0.2 10 1116/98 

371 21 189 :I I Porch-2 A Closet Casing Intact Wood White OOO±O,II NEG 0.5 ± 0.7 00±02 1.0 1/16/98 

372 21 190 :I I Porch-2 A Closet Wall Intact Drywall Beige 000 ± 0.10 NEG 03 ± 0,8 o..O± 0.2 1.0. 1116198 

373 21 191 J I Porch-2 B Closet Wall Intact Drywall BeIge OOO±O.lD NEG 0.5 ± 0.7 0..0 ± 0.2 1.0 1116/98 

374 21 192 :I I Porch-2 C Closet Wall Intact Drywall Beige 0.01 ± 0.10 NEG O.HO 8 00 ± 0..2 2.4 1/16/98 

375 21 193 :I I Porch-2 D Closet Wall Intact Drywall Beige 0,02 ± 0.10 NEG -03 ± 1.2 0..0 ± 0.2 3.5 1116/98 

376 21 194 :I I Porch-2 D Closet Baseboard Intact Wood Beige o.OO±O.IO NEG -03 ± [ [ 0.0 ± 0 2 1.0 1116/98 

377 21 195 :I I Shutter Cal-I Calibrate Calibrate O.OO±OOO 0.0. ± 0 0 0.0 ± 00. 00 1/16/98 

378 21 19/i :, I Calibrate-l CaliiIJrate Calibrate 1.14 ±0.14 POS 6.5 ± 0.7 1 .. 1 ± 0.2 I.l 1116/98 

379 21 19j' :I I Calibrate-2 CaliiIJrate Calibrate 1.05 ± 0.24 POS 0.4 ± 0.7 1.0±0.2 2.3 1/16/98 

386 21 1911 :I I Garage A Door-I Door Intact Wood WhIte O.OO±O.IO NEG 0.1 ± 1.1 O .. O± 0.2 1.0 1116198 

381 21 199 :I I Garage A D~or-I Casing Intact Wood White 004±o..l0 NEG 0.3 ± 0.9 0.0 ± 0.2 1.0 1116/98 

382 21 200 :I I Garage B Bookcase Shelf Intact Wood White OOO±O.IO NEG -0.1 ± 1.0 00±02 1.0 1/16/98 

383 21 201 :I [ Garage C Door-2 Door Intact Wood White 0.24 ± 0.42 NEG -0.1 ± 1.0 02 ± 0.4 7.0 11[6/98 

384 21 2011 :I 1 Garage C Do,)r-2 Casing Intact Wood White »5.0± 1.00 POS 8.3 :3.9 8.,3 ±4.0 3.7 1/16198 

385 21 203 :I I Garage D E[ec-·panel Elec-Panel Intact Met.a[ Blue O.IO±O.IO NEG 0.8 ± 0.7 0.1 ± 0.2 1.2 1116/98 

386 21 204 :I I Garage D Bookcase Shelf Intact Wood Grey 0.50 ± 0.13 NEG 0.8 ± 0 6 0.5 ± 0.2 16 1116/98 

387 21 20!; :I I House-ext. A Wall Wall Intact Masonite White 0.00 ± 0,\0 NEG -0.4 ± 1.2 O.O± 0.2 1.2 1116/98 

388 21 206 :I I House-ext. A Wall Wall Intact Wood White om ± 0,20 NEG -04±09 0.0±0.2 19 1116/98 

389 21 207 :1 I House-ext. A ~or-I Door Intact Wood White 0,03 ± 0 to NEG -1.3 ± 1.1 00±02 4.3 1116/98 

390 21 2011 :I I House-ext. A Door-I Casing Intact Wood White 2.54*3.56 POS 18.5 ± 7.2 18.,5: 7.2 10.0 1116/98 

391 21 2011 :I I House-ext. A Door-2 Jamb Intact Wood White »5.0± 1.00 POS 16.2 ± 7.0 16 .. 2: 7.0 3.6 1/16198 

392 21 210. :I 1 House-ext. A Porch-2 Columns Intact Wood White 2.36 ± 3.74 POS 20.7 ± 7.0 20.,7: 7.0 7.0 1116198 

393 21 211 :I I House-ext. A Porch-2 Floor Intact Wood Grey o 22± 0.24 NEG -0..3 ± I 0 0.2 ± 0 2 2.1 1116/98 

J94 21 2111 :I I House-ext.- A Porcb-2 Trim-Lwr Intact Wood White »5.0± 1.00 POS 22.8 :6.9 22,8: 7.0 10.0 1/16198 

195 21 2131 :I I House-ext.- A Foundation Flashing Intact Metal White »5.0± 1.00 POS 24.2 ± 8.5 24.,2± 8.4 10.0 1/16/98 

196 21 214 :1 I House-ext. A Porch-l Lattice Intact Wo[,d White »5.0:1: 1.00 POS 5.2:4.8 5.,2:4.8 7.2 1116198 

197 21 21~; :I I House-ext. A Porch-2 Awning Intact Metal White o.,Oo.±O to NEG 06±08 O .. O± 0. 2 10 1116/98 

198 21 2Ui :I I House-ext. A Mai:lbox Mailbox Intact Metal Black 0.18 ± 0.10 POS 1.5 ± 0.5 L5±0.6 1.9 1116/98 

;99 21 21j1 :I I House-ext. D Window-I Stool Intact Wood White I.OO± 1.92 POS 15.6 ± 6.9 15 .. 7 ± 6.8 7.2 1/16198 

00 21 2111 :1 I House-ext. A Window-I Sash-Ext Intact Wood White 2.20: 3.89 POS 21.0± 8.1 2LO±8.2 3.0 1116/98 

01 21 219 :I I House-ext. B D~or-3 Door Intact Wood White 0.00 ± 0.10 NEG -0.3 ± I 0 00 ± 0.2 1.0 1116/98 

02 21 220 :I I House-ext B D~3r-3 Casing Intact Wood White Oo.[±O.1O NEG 00±08 00±02 1.0 1/16/98 

03 21 221 :I I House-ext. B Porch-I Columns Fair Wood White 1.67: 0..25 POS 0.9* 0.6 11 ..... n., 

)4 21 222 :I I House-ext. B Porch-I Floor Fair Wnrl.t 

)5 21 223 I House-ext. B P<\t'.!"h_l 
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406 21 224 3 I House-ext B Porch-I Awning Fair Metal White 0.82 ± 0.15 NEG 0.6 ± 0.8 08±02 1.4 1116/98 
407 21 225 3 I House-ext C Door-4 Door Intact Wood White 001 ± 0.\0 NEG -I O± II 00±02 1.5 1/16/98 
408 21 226 3 I House-ext. C Door-4 Casing Intact Wood White 0.82 ± 019 NEG 06±06 08±02 2.0 1/16/98 
409 21 2:27 3 1 House-ext. C Elec-panel Elec-Panel Intact Metal White »5.0 ± 1.00 POS 13.3 ± 6.2 13.3 ± 6.2 5.9 1116/98 
410 21 2:28 3 2 House-ext. D Fascia Fascia Intact Wood White »5.0± 1.00 POS 18.8 ± 6.4 18.8 ± 6.4 7.2 1116/98 
411 21 1:29 3 2 House-ext. D Soffit Soffit Intact Wood White »5.0 ± 1.00 POS 19.601,7.1 19.6 ± 7.0 10.0 1/16/98 
412 21 230 3 2 House·ext. D Gutter Gutter Intact Metal White 0.02 ± 0.24 NEG -02,\.2 00±02 1.5 1/16/98 
413 21 :131 3 2 House-ext. D Gutter Downspout Intact Metal White 004±014 NEG 03±08 00±02 4.6 1/16/98 
414 21 232 3 2 lIouse-ext. D Roof Vent Intact Wood White »5.0 ± 1.00 POS 17.3 ± 6.6 17.3 ± 6.6 8.3 1116/98 
415 21 233 3 2 Shutter Cal-I Calibrate Cahbrate O.OO±OOO o OJ, 0.0 O.O± 0 0 0.0 1/16/98 
416 21 :U4 3 2 Calibrate-I Calibrate Calibrate 1.22 ± 0.17 POS 0.6:.0.8 1.2 ± 0.2 1.1 1116/98 
417 21 235 3 2 Calibrate-2 Calibrate Calibrate 1.14 ± 0.14 POS 0.3,.0.6 1.1 ± 0.2 1.1 1116/98 
418 21 236 3 2 Calibrate-3 Cahbrate Calibrate 0.94 ± 0.20 NEG 08,.0.7 09 ± 0.2 20 1116/98 
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Oualitv Evaluation 
e 

XRF Field Data Sbeets 
and Results . 



Original Reading 

0.00 
5.10 

15.90 
15.70 
0.10 
0.30 
0.30 
0.20 
2.70 

40.30 

40.30 I 10 = 4.03 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA V AL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading 
0.00 
0.00 

17.90 
23.90 
0.20 
0.20 
0.50 
0.10 
1. 90 

48.90 

48.90/ 10 = 4.89 

Average 
0.00 
0.00 

16.90 
19.80 
0.15 
0.25 
0.40 
0.15 
2.30 
44.60 

Absolute Difference = 4.89 - 4.03 ::::: 0.86 

704.8300 x 0.0072 = 5.074776 
5.074776 + 0.032 = 5.106776 
Square Root of 5.106776 = 2.259818 

Squared 
0.0000 
0.0000 

21.6225 
285.6100 
392.0400 

0.0225 
0.0625 
0.1600 
0.0225 
5.2900 

704.8300 

C::::: 704.8300 
D = 5.074776 
E = 5.106776 
F::::: 2.259818 2.259818 x 1.645 = 3.7174 (Retest Tolerance Limit) 

Retest Tolerance Limit = 3.7174 

0.86 < 3.7174 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Paint Page 1 
Quarters X, Quality Evaluation netest 

Charleston Naval Complex 
Site: 21 Date: 1I1ii198 

nanges (NEG<INC<POS): Device! PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm2
) RES PbK Combined Note 

1 21 233 Shutter Cal-l 0.00 ± 0.00 O.O± 0.0 O.O± 0.0 
2 21 234 3 Caliibrate-I 1.22 ± 0.17 POS 0.6± 0.8 1.2 ± 0.2 
3 21 235 3 Caliibrate-2 1.14 ± 0.14 POS 0.3± 0.6 1.1 ± 0.2 
4 21 236 3 Calibrate-3 0.94 ± 0.20 NEG 0.8 ± 0.7 0.9 ± 0 2 
5 21 237 3 I Room-3 A Closet Ooor Intact Wood Beige! O.OO± 010 NEG 01 ± 1.0 0.0 ± 0.2 329 
6 21 238 3 1 Room-2 A Bookcase Shelf Intact Wood Beige! 0.00 ± 0.10 NEG -04±1.I o O± 0.2 134 
7 21 239 3 1 Porch-2 B Wall Wall Intact Masonite WhU,e »5.0 ± 1.00 POS 4.2±3.4 4.2 ± 3.4 367 
8 21 240 3 1 Porch-2 A Porch Column:! Intact Wood White »5.0 ± 1.00 POS 18.0 ± 6.2 17.9±6.2 360 
9 21 241 3 1 House-ext. D Window-l Stool Intact Wood White 2.05 ± 2.14 POS 23.9 * 8.1 23.9± 8.2 399 
10 21 242 3 2 Room-3 D Door-2 Door Intact Wood Beige: 0.15±0.40 NEG -0.6 * 1.3 0.2 ± 0.4 ISS 
11 21 243 3 2 Room-3 0 Ooor-2 Casing Intact Wood Beige: 0.20 ± 0.49 NEG -0.1 * 1.0 0.2 ± 0.4 156 
12 21 244 3 2 Bath-2 0 Wall Wall Paper Intact Drywall Beige: 0.80 ± 0.39 NEG 0.5 ± O.S 0.5 *0.4 174 
13 21 245 3 2 Hall-4 D Window Casing Intact Wood Beige: 0.12 ± 0.43 NEG 0.1 *0.9 01 ±0.4 207 
14 21 246 3 2 Bath-3 D Window Sash Intact Wood Beigl! 0.63 * 0.25 POS 1.9 * 0.6 1.9 * 0.6 186 
IS 21 247 Shutter Cal-I 0.00 *0.00 O.O± 0.0 O.O±O.O 
16 21 248 3 Caliibrate-I 1.10 * 0.14 POS 0.2± 0.7 1.1 * 0.2 
17 21 249 3 Caliibrate-2 1.17 ± 0.26 POS 0.7 ± 0.7 1.2 * 0.2 
18 21 250 3 CaHbrate-3 0.99 ± 0.22 POS 0.4 ± 0.7 1.0 ± 0.2 
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XRF Field Data Sheets 
and Analysis Results 

for Dust and Soil Samples ... 

- -



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters X, 1445 Hobson Avenue, Charleston Naval Complex, 

Charleston SC 

Sam ole 
Room area (inches 

Area Total Lead 
Result of La 

Analvsis -----,--- - ~-- - -- - - ---- - - --- ~--- - ---- - ---- ---- -i~gj'fti)-Number Type cleanable? 
x inches) 

(fe) Found 

NBC/ 1§I Floor, Floor at 
atrs X Yes 12 x 12 1 -3.30 <Detectable 
001 

Room-1 Door-1 

NBCf ~§I r::1~~~ \I\/i"",,"'_'.' v~~ 

atrs X 
1-- J IVUI, V VIIIUVVV , "';:, 

2 x27 0.375 6.90 18.40 
002 

Room-2 Sill 

NBCI 1§I Floor, Window 
atrs X Yes 2 x27 0.375 15.10 40.27 
003 

Kitchen Sill 

NBCI 2ND Floor, Floor at 
atrsX Yes 12 x 12 1 -20.10 <Detectable 
D04 

Room-1 Door 

NBCI 2ND Floor, Window 
atrs X Yes 2 x27 0.375 2.90 7.73 
005 

Room-1 Sill 

NBCI 2ND Floor, Floor at 
atrs X Yes 12 x 12 1 -1.30 <Detectable 
006 

Bath-3 Door 

NBCI 1ST Floor, Floor at 
atrs X Yes 12 x 12 1 198.60 198.60 
007 

Porch-1 Door 

NBCI 
atrs X Blank N/A N/A N/A N/A 2.90 2.90 
008 

1 Measure to the nearest 1/8 inch. 

HUD standards: 100 Jl9ltr (floors), 500 Jl9fft2 (interior window sills), 800 Jl9/ft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/16/98 

Table IS-b, Field Sampling Form for Dust 
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No Site XLNo Insp Fir 
1 21 184 
2 21 185 
3 21 186 
4 21 187 
5 21 188 
10 21 193 3 1 
15 21 198 3 1 
20 21 203 3 1 
25 21 208 3 2 
30 21 213 3 2 
35 21 218 3 2 
40 21 223 3 1 
45 228 
46 21 229 6 
47 21 230 6 
48 21 231 6 
49 21 232 6 
50 21 233 6 

\!uaucn, <. " .......... & •• 1".- .... 

Charleston Naval Complf:x 
Site 21, Date: 111.0/98 

Room Side Stre 
Calibrate-l 
Calibrate-l 
Calibrate-l 
Calibrate-l 
Calibrate-l 

Room-l B Floor 
Room-2 C Window 
Kitchen C Window 
Room-l C Floor 
Room-l D Window 
Bath-3 A Floor 
Porch-l C Floor 

Blank-D08 Blank 
Calibrate-l 
Calibrate-l 
Calibrate-l 
Calibrate-l 
Calibrate-l 

Table 18-c, XRF Field Data Sheets for Dust Samples 
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Thin Page 1 

Feat Pb ± J>rec 
245.80 ± 9.70 
237.40 ± 9.50 
246.80 ± 9.70 
243.40 ± 9.70 

3211.20 ± 63.60 
Floor -3.30± 18.10 
Stool 6.90 ± 19.40 
Stool 15.10 ± 18.40 
Floor -20.1O± 16.10 
Stool 2.90± 18.10 
Stool -1.30 ± 16.00 
Floor 198.60 ± 20.60 
Blank 2.90 ± 17.60 

283.20± 10.10 
275.40 ± 9.90 
273.60 ± 10.00 
277.00± 10.00 

3657.60 ± 66.00 



Bulk Page 1 
Quarters X, Soil S~lmples 

Charleston Naval Complex 
Site: 21 Datf:: 1120/98 

No Site XLNo Insp Room Side Stre Feat Ph ± Pree 
1 21 235 6 Calibrate-l -0.5 ± 67.5 
2 21 236 6 Calibrate-2 1113.6± 107.0 
3 21 237 6 House-ext C Dripline Dripline 936.0 ± 100.1 
4 21 238 6 House-ext B Dripiline Dripline 1172.0 ± 97.6 
5 21 239 6 House-ext D DripEne Dripline 1012.0 ± 94.0 
6 21 240 6 Calibrate-1 31.7 ± 59.9 
7 21 241 6 Calibrate-2 1208.0 ± 109.3 

Table IS-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

19.0 Quarters Y 

Quarters Y, 1516 Hobson Avenue, is a two-story, wood-framed house. This structure is 

approximately 3,055 square feet in size. The first and second floors consist of hardwood strip 

flooring. The walls and ceilings are wood-framed and covered with plaster or drywall. 

The exterior house walls are covered with wood siding. The roof is covered with fiberglass 

shingles. The first floor consists of six rooms, two hallways, one mechanical room, one bathroom, 

two porches, and one single-car garage. A_l1 interior staircase provides access from the first floor to 

the second level. The second floor consists of six rooms, four bathrooms, one hallway, and one 

porch. 

From 8 October 1997 to 15 October 1997, two certified lead inspectors performed an extensive LBP 

survey of Quarters Y. This survey was performed before the HUD Guidelines Chapter 7 revision 

and required three XRF readings on each testing combination. If, after two readings, the results 

were either two positives or two negative the testing combination was categorized accordingly with 

no need for the third reading. If, after two readings, the results were one positive and one negative 

the third reading classified the testing combination. 

19.1 Identification of Lead in Quarters Y: 

A total of 1,321 XRF samples and calibrations were taken in Quarters Y. In general, the paint 

condition was intact, but there were exceptions at the time of survey as annotated in the condition 

column of the XRF Field Data Sheets. Table 19-a contains LBP sampling results for Quarters Y 

and the quality evaluation retest and results. Eight dust samples were taken from various locations 

throughout the building. Two soil samples were taken from the dripline and clothesline areas 

outside the building. Dust and soil samples were taken for informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters Y: 
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Ouarters Y Positive Results for Lead-Based Paint -
Fir Room Side Strc Feat Cnd Sub Clr RES Comt 

(mgJ( 

I House-Ext A Window Stool Peeling Wood Beige POS 1.8 
House-Ext A Window Casing Peeling Wood Beige POS 11.7 
House-Ext A Window Casing Peeling Wood Beige POS 17.9 
House-Ext A Window Sash-Ext Peeling Wood Beige POS 11.0 
House-Ext A Window Sash-Ext Peeling Wood Beige POS 13.0 
House-Ext A Window Mullion Peeling Wood Beige POS 1.5 

I House-Ext A Window Mullion Peeling Wood Beige POS 6.0 : 

House-Ext A Window Trough Peeling Wood Beige POS 14.0 :! 
House-Ext A Window Trough Peeling Wood Beige POS 15.6 :± 
House-Ext A Ext-Wall Trim-Upr Intact Wood White POS 44 ± 
House-Ext A Ext-Wall Trim-Upr Intact Wood White POS 11.0 ± 
House-Ext A 000r-1 Door Intact Wood White POS 15.2 ± 
House-Ext A 000r-1 Door Intact Wood White POS 13.7 ± 
House-Ext A Door-l Jamb iniact Wood \lVhite POS 176 :L 

House-Ext A Door-I Jamb Intact Wood White POS 16.2 +' 
u ............ c ...... B \lVindo'irv Stool Intact \"Jood c~;,..,.. one> <77 _L' 
I IVU';:)C;;-L-AI. U~I'::f'C rvv 1/.1 L .. 

House-Ext B Window Stool Intact Wood Beige POS 11.4 +' -, 
House-Ext B Window Casing Intact Wood Beige POS 19.6 +--" 
House-Ext B Window Casing Intact Wood Beige POS 16.1 ±3 
House-Ext B Window Sash-Ext Intact Wood Beige POS 12.5 ±2 
House-Ext B Window Sash-Ext Intact Wood Beige POS 4.7 ±1 
House-Ext B Window Mullion Intact Wood Beige POS 3.8 ±1 
House-Ext B Window Mullion Intact Wood Beige POS 3.9 ±1. 
House-Ext B Window Trough Intact Wood Beige POS 19.4 ±2. 
House-Ext B Window Trough Intact Wood Beige POS 19.4 ±2. 
House-Ext C Crawlspace Casing Intact Wood Beige POS 2.8 ±1. 
House-Ext C Crawlspace Casing Intact Wood Beige POS 2.6 ±O., 
House-Ext C Ext-Wall Facia Intact Wood Beige POS 9.3 ±2.: 
House-Ext C Ext-Wall Facia Intact Wood Beige POS 9.9 ±2.< 
House-Ext C Ext-Wall Soffit Intact Wood Beige POS 13.6 ±2.~ 
House-Ext C Ext-Wall Soffit Intact Wood Beige pes 13.4 ±2.E 
Outside-2 C House Elec-condu.-Lrg Intact Metal Beige POS 1.8 +O.! 
Outslde-2 C House Elec-condu. -Lrg Intact Metal Beige POS 1.3 +0.5 
Porch-1-Ext. D Porch-1 Columns Intact Wood White POS 14.4 ±2.6 
Porch-1-Ext. D Porch-I Columns Intact Wood White POS 13.7 ±2.6 
Porch-1-Ext. 0 Porch-1 Floor Intact Wood Grey P~S 1.2 ±0.5 
Porch-1-Ext. D Porch-1 Floor Intact Wood Grey POS 1 1 ±0.3 
Porch-1-Ext. D Porch-1 Lattice Intact Wood White POS 12.8 ±2.5 
Porch-1-Ext. D Porch-1 Lattice Intact Wood White POS 16.4 ±2.8 
Porch-1-Ext. 0 Porch-1 Awning Intact Metal White POS 2.8 ±0.9 
Porch-1-Ext. D Porch-1 Awning Intact Metal White POS 5.2 ±2.0 
Porch-1-Ext. D Porch-1 Trim-Upr Intact Wood White POS 18.7 ±2.8 
Porch-1-Ext. D Porch-1 Trim-Upr Intact Wood White POS 17.7 ±3.0 
Porch-1-Ext. D Porch-1 Trim-Lwr Intact Wood White POS 12.3 ±2.6 
Porch-1-Ext. D Porch-1 Trim-Lwr Intact Wood White POS 13.1 ±2.6 
Porch-2-Ext. C House Wall Peeling Wood Beige P~S 8.9 ±2.4 
Porch-2-Ext. C House Wall Peeling Wood Beige POS 8.7 ±2.1 
Porch-2-Ext. C Door Jamb Intact Wood Beige POS 18.1 ±2.8 
Porch-2-cxt. C Door Jamb intact WOOd Beige POS 15.8 ±2.9 
Porch-2-Ext. C Door Casing Intact Wood Beige POS 20.4 ±3.1 
Porch-2-Ext. C Door Casing Intact Wood Beige POS 12.4 ±2.6 
Porch-2-Ext. C Window Sash-Ext Intact Wood Beige P~S 5.8 ±1.7 
Porch-2-Ext. C Window Sash-Ext Intact Wood Beige POS 2.2 ±O.S 
Porch-2-Ext. C Porch Columns Intact Wood Beige POS 17.5 ±2.S 
Porch-2-Ext C Porch Columns Intact Wood Beige pes 19.5 ±Z.B 
Porch-2-Ext. C Porch Trim-Lwr Intact Wood Beige P~S 18.4 ±2.8 
Porch-2-Ext. C Porch Trim-Lwr Intact Wood Beige POS 19.9 ±3.0 
Porch-2-Ext. C Porch Floor Intact Wood Grey POS 1.3 ±O.3 

1 Bath-1 0 Window Sash Intact Wood Beige POS 1.9 ±0.5 
1 Bath-1 0 Window Sash Intact Wood Beige P~S 1.8 ±O.S 
1 Bath-1 0 Window Mullion Intact Wood Beige POS 2.5 ±O.S 
1 Bath-1 D Window Mullion Intact Wood Beige POS 3.8 ±1.C 
1 Bath-2 A Window Stool Intact Wood Beige POS 1.3 +0.3 
1 Bath-2 A VVindow Stooi intact Wood Beige POS 1.1 +O.J 
1 Bath-2 A Window Sash Intact Wood Beige POS 2.6 ±0.9 
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Quarters Y Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm2) 

1 Bath-2 A Window Sash Intact Wood Beige POS 2.4 ±O.7 
1 Bath-2 A Window Mullion Intact Wood Beige POS 2.6 ±O.S 
1 Bath-2 A Window Mullion Intact Wood Beige POS 5.6 ±1.9 
1 Furnace-Rm A Door Door Fair Wood White POS 3.2 ±0.9 
1 Furnace-Rm A Door Door Fair Wood White POS 3.0 ±0.9 

1 Furnace-Rm A Door Casing Fair Wood White POS 2.4 ±0.7 

1 Furnace-Rm A Door Casing Fair Wood White POS 7.4 ±2.5 
1 Furnace-Rm A Door Jamb Fair Wood White POS 11.1 ±2.9 
1 Furnace-Rm A Door Jamb Fair Wood White POS 9.6 ±2.7 
1 Garage-Int. B Door-2 Door Intact Wood White POS 11.7 ±3.0 
1 Garage-Int. C Door-4 Door Intact Wood White POS 10.S ±2.S 
1 Garage-Int. B Door-2 Casing Intact Wood White POS 9.6 ±2.9 

1 Garage-Int. B Door-2 Casing Intact Wood White POS 9.6 ±2.9 

1 Garage-Int. B Door-2 Jamb Intact Wood White POS 13.3 ±2.9 

1 Garage-Int. B Door-2 Jamb Intact Wood White POS 9.3 ±3.0 

1 Garage-Int. C Door-3 Casing Intact Wood White POS 13.0 ±2.S 
1 Garage-Int. C Door-4 Casing Intact Wood White POS 9.1 ±2.5 

1 Garage-Int. C Door-4 Jamb Intact Wood White POS 6.1 ±2.5 

1 Garage-Int. C Door-3 Jamb Intact Wood White POS 7.6 ±2.6 

1 Hall-1 C Wall-Upr Intact Drywall Beige POS 1.0 ±0.7 

1 Hall-1 B Wall-Upr Intact Drywall Beige POS 2.1 ±0.5 

1 Hall-1 A Door Jamb Intact Wood Beige POS 1.7 ±0.4 
1 HaU-1 A Door Jamb Intact \AJood l:1.o.in.o. p~S 2.0 ±O.S _ ..... !:!I"" 

1 Hall-1 A Window Casing Intact Wood Beige POS 4.7 ±1.3 

1 Hall-1 A Window Casing Intact Wood Beige POS 7.4 ±1.9 

1 Hall-1 B Bookcase Frame Intact Wood Beige POS 2.7 ±O.S 

1 Hall-1 B Bookcase Frame Intact Wood Beige POS 1.9 ±0.5 

1 Hall-1 0 Closet Baseboard Intact Wood Beige POS 3.0 ±0.9 

1 Hall-1 0 Closet Wall Intact Drywall Beige POS 1.1 ±O.4 

1 Hall-1 C Closet Wall Intact Drywall Beige POS 2.1 ±1.0 

1 Hall-1 A Ceiling Intact Drywall Beige POS 2.6 ±O.S 

1 Hall-1 0 Ceiling Intact Drywall Beige POS 3.3 ±1.0 

1 Hall-1 0 Ceiling Crown-mold Intact Wood Beige POS 2.2 ±O.6 

1 Hall-1 A Ceiling Crown-mold Intact Wood Beige POS 1.3 ±0.5 

1 Hall-1 0 Closet Ceiling Intact Wood White POS 2.0 ±1.0 
1 Hall-1 B Closet Ceiling Intact Wood White POS 1.3 ±O.5 
1 Hall-2 B Wall-Upr Intact Drywall Beige POS 1.5 ±0.5 
1 Hall-2 0 Wall-Upr Intact Drywall Beige POS 1.5 ±0.5 
1 Hall-2 B Wall-lwr Door Intact Wood Beige POS 1.0 ±O.S 
1 Hall-2 B Wall-lwr Door Intact Wood Beige POS 1.2 ±O.S 
1 Hall-2 B Wall-lwr Chair-rail Intact Wood Beige POS 1.2 ±0.6 
1 Hall-2 B Closet-1 Wall Intact Drywall Beige POS 1.7 ±0.6 
1 Haii-2 A Closet .. , \Naii iniaci Drywaii Beige P~S 

..... ±O.9 .. '" 
1 Hall-2 A Closet-2 Wall Intact Drywall Beige POS 2.6 ±O.S 
1 Hall-2 A Closet-2 Wall Intact Drywall Beige POS 2.1 ±0.9 
1 Kitchen A Wall Intact Drywall Beige POS 2.6 ±O.9 
1 Kitchen A Wall Intact Drywall Beige POS 1.3 ±O.6 
1 Kitchen C Window Sash Intact Wood Beige POS 2.1 ±O.5 
1 Kitchen C Window Sash Intact Wood Beige POS 1.S ±0.4 
1 Kitchen C Window Mullion Intact Wood Beige POS 5.0 ±1.7 
1 Kitchen C Window Mullion Intact Wood Beige POS 3.S ±1.2 
1 Porch C Porch-2 Ceiling Intact Wood White POS S.5 ±2.6 
1 Porch 0 Porch-2 Ceiling Intact Wood White POS 11.1 ±2.7 
1 Porch-1 A Porch-1 Columns Intact Wood White POS 22.0 ±3.3 
1 Porch-1 A Porch-1 Columns Intact Wood White POS 19.0 ±2.S 
1 Porch-1 C Wall Intact Wood White POS 12.5 ±2.6 
1 Porch-' C Wall Intact Wood White POS 11.9 ±2.6 
1 Porch-1 C Door-1 Door Intact Wood White POS 14.6 ±2.S 
1 Porch-1 C Door-3 Door Intact Wood White POS 11.5 ±2.4 
1 Porch-1 C Door-3 Casing Intact Wood White POS 15.1 ±2.6 
1 Porch-' C Door-1 Casing Intact Wood White POS 10.5 ±2.4 
1 Porch-1 C Door-1 Jamb Intact Wood White POS 12.6 ±2.7 
1 Porch-1 C Door-3 Jamb Intact Wood White POS 12.4 ±2.6 
1 Porch-1 C Door-2 Door Intact Wood White POS 11.2 ±2.3 
1 Porch-1 C Door-2 Door Intact Wood White POS 13.6 ±2.S 
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Quarters Y Positive Results for Lead-Based Paint 
I Fir I Room I Side IStre I Feat I Cnd I Sub 

I 1 Porch-1 C 000r-2 Casing Intact Wood 
1 Porch-1 C 000r-2 Casing Intact Wood 
1 Porch-1 C 000r-2 Jamb Intact Wood 
1 Porch-1 C 000r-2 Jamb Intact Wood 
1 Porch-1 C Window Casing Intact Wood 
1 Porch-1 C Window Casing Intact Wood 
1 Porch-1 C Window Mullion Intact Wood 
1 Porch-1 C Window Mullion Intact Wood 
1 Porch-1 A Door Casing intact Wood 
1 Porch-1 A Door Casing Intact Wood 
1 Porch-1 A Door Jamb Intact Wood 
1 Porch-1 A Door Jamb Intact Wood 
1 Porch-1 A Porch Lattice Intact Wood 
1 Porch-1 B Porch Lattice Intact Wood 
1 Porch-1 C Wall Elec-conduit Intact Metal 
1 Porch-1 C Wall Elec-condUit Intact Metal 
1 Porch-1 C Porch Ceiling Intact Wood 
1 Porch-1 B Porch-1 Ceiling Intact Wood 
1 Porch-2 C Porch-2 Trim-Upr Intact Wood 
1 Porch-2 C Porch-2 Trim-Upr Intact Wood 
1 Porch-2 C Wall Intact Wood 
1 Porch-2 C Wall Intact Wood 
1 Porch-2 A Wall Intact Wood 
1 POfch ... 2 D Vv'ail IntClc-t V";oou 
1 Porch-2 A Window Stool Intact Wood 
1 Porch ... 2 A \"!indo'il Stool Intact VVocd 
1 Porch-2 A Window Casing Intact Wood 
1 Porch-2 A Window Casing Intact Wood 
1 Porch-2 A Window Sash Intact Wood 
1 Porch-2 A Window Sash Intact Wood 
1 Porch-2 A Window Mullion Intact Wood 
1 Porch-2 A Window Mullion Intact Wood 
1 Porch-2 A 000r-2 Casing Intact Wood 
1 Porch-2 A 000r-2 Casing Intact Wood 
1 Porch-2 A 000r-2 Jamb Intact Wood 
1 Porch-2 A 000r-2 Jamb Intact Wood 
1 Porch-2 A Door-2 Threshold Intact itvood 
1 Porch-2 A 000r-2 Threshold Intact Wood 
1 Porch-2 C Porch-2 Columns Intact Wood 
1 Porch-2 C Porch-2 Columns Intact Wood 
1 Porch-2 C Window Stool Intact Wood 
1 Porch-2 C Window Stool Intact Wood 
1 Porch-2 C Window Caslnq Intact Wood 
1 Porch-2 C Window Casing Intact Wood 
1 Porch-2 C Window Sash Intact Wood 
1 Porch-2 C Window Sash Intact Wood 
1 Porch-2 C Door Door Intact Wood 
1 Porch-2 C Door Door Intact Wood 
1 Porch-2 C Door Casing Intact Wood 
1 Porch-2 C Door Casing Intact Wood 
1 Porch-2 C Door Jamb Intact Wood 
1 n ......... '" "l 

,... n ......... .... ..-. .... 1_ ..... -... 'AI __ '" 
rUI""II-' v LlUUI "'QIIIU IIILClvL VVVVU 

1 Porch-2 C Door Mullion Intact Wood 
1 Porch-2 C Door Mullion Intact Wood 
1 Porch-2 C Window-Upr Casing Intact Wood 
1 Porch-2 C Window-Upr Casing Intact Wood 
1 Porch-2 C Window-Upr Sash Intact Wood 
1 Porch-2 C Window-Upr Sash Intact Wood 
1 Porch-2 A Door-1 Door Intact Wood 
1 Porch-2 A Door-1 Door Intact Wood 
1 PorCh-2 0 Door Door Intact Wood 
1 Porch-2 0 Door Door Intact Wood 
1 Porch-2 C Elec-conduit Intact Metal 
1 Porch-2 C Elec-conduit Intact Metal 
1 Room-1 A Wall-Upr Intact Drywall 
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Quarters Y Positive Results for Lead-Based Paint 
l! Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm2) 

Room-1 0 Wall-Upr Intact Drywall Beige POS 1.S ±0.4 
Room-1 C Wall Chair-rail Intact Wood Beige POS 1.1 ±0.3 
Room-1 A Wall Chair-rail Intact Wood Beige POS 1.2 ±0.3 
Room-1 0 Window Boxing Intact Wood Beige POS 1.S ±D.S 
Room-1 0 Window Boxing Intact Wood Beige POS 2.7 ±O.8 
Room-1 C Ceiling Intact Drywall Beige POS 1.1 ±0.4 
Room-2 A Wall-Upr Intact Drywall Beige POS 4.8 ±1.8 

I Room-2 B Wall-Upr Intact Drywall Beige POS 2.1 ±O.S 
I Room-2 C Wall-Lwr Intact Wood Beige POS 1.0 ±0.7 
1 Room-2 A Ooor-l Mullion Intact Wood Beige POS 1.3 ±0.3 
1 Room-2 A 000r-1 Mullion Intact Wood Beige POS 1.4 ±0.3 
1 Room-2 B Window-2 Sash Intact Wood Beige POS 1.8 ±D.S 
1 Room-2 B Window-l Sash Intact Wood Beige POS 3.5 ±1.1 
1 Room-2 B Window-1 Trough Poor Wood Beige POS 14.4 ±3.3 
1 Room-2 B Window-1 Trough Poor Wood Beige POS 11.7 ±2.9 
1 Room-2 B Window-2 Mullion Fair Wood Beige POS 2.3 ±O.S 
1 Room-2 B Window-2 Mullion Fair Wood Beige POS 3.2 ±D.9 
1 Room-2 A Wind/Door Boxing Intact Wood Beige POS 1.1 ±O.S 
1 Room-2 0 Wall Chair-rail Intact Wood Beige POS 1.4 ±0.4 
1 Room-2 0 Ceiling Crown-mold Intact Wood White POS 1.7 ±D.4 
1 Room-2 A Ceiling Crown-mold Intact Wood White POS 1.2 ±0.3 
1 Room-3 A Wall-Upr Intact Drywall Beige POS 2.0 ±O.S 
1 Room-3 0 Wall-Upr Intact Drywall Beige POS 1.2 ±0.4 
1 Room-3 C Wmdow-4 Sash Intact Wood Beige POS 3.0 ±0.9 
i Room-3 8 vVindow-3 Salin intact Wood Beige POS 1.8 ±O.S 
1 Room-3 B Window-l Trough Poor Wood Beige POS 13.3 ±3.1 
1 Room-3 B \/tJindo'tw'= 1 Trn"nh Peer \AJood Caift,a P~S 4.5 ±1.6 ""'W~II '"'w'~w 

1 Room-3 C Window-S Mullion Intact Wood Beige POS 1.9 ±O.S 
1 Room-3 A Ceiling Intact Drywall White POS 1.7 ±D.S 
1 Room-3 0 Ceiling Intact Drywall White POS 1.2 ±D.4 
1 Room-3 0 Ceiling Crown-mold Intact Wood White POS 1.1 ±D.4 
1 Room-3 A Ceiling Crown-mold Intact Wood White POS 1.8 ±O.S 
1 Room-4 C Wall-Upr Intact Drywall Beige POS 1.9 ±O.S 
1 Room-4 0 Wall-Upr Intact Drywall Beige POS 1.9 ±O.S 
1 Room-4 C Window-2 Sash Intact Wood Beige POS 2.2 ±O.S 
1 Room-4 C Window-1 Sash Intact Wood Beige POS 2.8 ±D.8 
1 Room-4 C Window-2 Trough Poor Wood Beige POS 1S.1 ±3.3 
1 Room-4 C Window-2 Trough Poor Wood Beige POS 18.1 ±3.4 
1 Room-4 C Window-2 Mullion Intact Wood Beige POS 1.1 ±0.4 
1 Room-4 C Window-1 Mullion Intact Wood RAinA P~S 1.6 ±D.4 --.~ .... 
1 Room-4 C Radiator Peeling Metal Beige POS I.S ±O.S 
1 Room-4 C CeilinQ Crown-mold Intact Wood Beige POS 1.S ±0.4 
1 Room-S C Window Sash Intact Wood Beige POS 1.9 ±O.S 
1 Room-S C Window Sash Intact Wood Beige POS 1.8 ±O.S 
1 Room-S C Window Trough Fair Wood Beige POS 20.1 ±3.S 
1 Room-S C Window Trough Fair Wood Beige POS 18.0 +3.4 
1 Room-S C Window Mullion Intact Wood Beige POS 1.4 ±0.3 
1 Room-6 C Wall-Upr Intact Drywall Beige POS 1.8 ±D.S 
1 Room-6 B Wall-Upr Intact Drywall Beige POS 3.0 +0.9 
1 Room-6 0 Wall-Lwr Intact Wood Beige POS 1.0 ±D.S 
1 Room-6 A Wall Chair-rail Intact Wood Beige POS 1.1 ±D.B 
1 Room-S C Window Sash Intact Wood Beige POS 1.9 +O.S 
1 Room-6 C Window Sash Intact Wood Beige POS 3.0 ±D.B 
1 Room-S C Window Mullion Intact Wood Beige POS 4.B ±1.2 
1 Room-S C Window Mullion Intact Wood Beige POS 4.8 ±1.7 
1 Room-S C Door Door Intact Wood Beige POS 2.2 ±D.S 
1 Room-S C Door Door Intact Wood Beige POS 2.1 ±O.S 
1 Room-S 0 Closet Wall Intact Drywall Beige POS 3.1 i1.2 
1 Room-6 0 Closet Wall Intact Drywall Beige POS 1.5 ±D.S 
1 Room-6 B Ceiiing intact Drywall Beige POS 1.1 ±D.S 
1 Room-S C Ceiling Intact Drywall Beige POS 1.3 ±O.S 
1 

0 ___ c. 
i" 

~_a: __ 
".. .. -. .... - -,..I Intact 'l..Jood Beige PQS 2.5 ±C.7 ,",UUII'''U v loJQllllly vIUVYlf-,IIUIU 

1 Room-S B Ceiling Crown-mold Intact Wood Beige POS 2.7 +0.9 
1 Room-6 B Closet r.~ilinn Intact nnAAJ~1I I:l.ai,...a. p~S 2.0 ±c.g --..... ~ _'7··UI1 _"""~'" 

1 Room-S C Closet Ceiling Intact Drywall Beige POS 2.8 +1.4 
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Quarters Y Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Comb 

(mgJc 

I 1 Workshop A Door Casing Intact Wood White P~S 3.2 
1 Workshop A Door Casing Intact Wood White P~S 7.5 
i Workshop A uoor jamb intact Wood White I-'U~ (4 
1 Workshop A Door Jamb Intact Wood White POS 10.1 
1 'l'Jorr(shop D VVindow Sash Fair 'l'Jood 'lv'hite POS 2.8 : 
1 Workshop D Window Sash Fair Wood White P~S 1.7 j 

1 \1\/nr&tehnn D Window ~.~u!lion Fair \AJood VVhite p~s 1.0 :i .. ..., .. ,..., .. _'" 
1 Workshop D Window Mullion Fair Wood White P~S 1.2 ± 
1 Workshop B Workbench Fair Wood White P~S 7.4 ± 
1 Workshop B Workbench Fair Wood White P~S 8.5 ± 
2 Bath-3 A Window Sash Intact Wood Beige P~S 2.3 ±, 

2 Bath-3 A Window Sash Intact Wood Beige P~S 1.9 ±I 
2 Bath-3 A Window Mullion Intact Wood Beige P~S 4.9 ±. 

2 Bath-3 A Window Mullion Intact Wood Beige P~S 4.9 ±"I 
2 Bath-3 A Window Trough Intact Wood Beige P~S 16.0 U 
2 Bath-3 A Window Trough Intact Wood Beige P~S 12.9 ±~ 

2 Bath-3 A Radiator Intact Metal Beige P~S 1.1 ±o 
2 Bath-4 C Window Sash intact Wood Beige POS 3.0 ±O 
2 Bath-4 C Window Sash Intact Wood Beige P~S 1.8 ±O 
2 8ath-4 

,... 'Ali"" ......... , •• 1l .... I1: ... _ 1_ ............ 'I\I_~ ........ 
D_. __ 

M,",C" 5.9 ±1 '" .... IIIUVVY IVIUIIIUII IIILCI\.d. VVUUU UC'I~'C' rv~ 

2 Bath-4 C Window Mullion Intact Wood Beige P~S 6.2 ±2. 
2 Bath-4 C Window Trough Intact Wood Beige P~S 13.9 ±2. 
2 Bath-4 C Window Trough Intact Wood Beige P~S 16.9 ±2. 
2 Bath-4 A Door Casing Intact Wood Beige P~S 1 6 ±1. 
2 Bath-4 A Door Casing Intact Wood Beige POS 1.1 ±O.t 
2 Hall-3 C Wall-Upr Intact Drywall Beige POS 16 ±O.t 
2 Hall-3 B Wall-Upr Intact Drywall Beige POS 2.5 ±O.£ 
2 Hall-3 A Wall-Upr Intact Drywall Beige P~S 1.3 ±O.~ 

2 Hall-3 D Wall-Upr Intact Drywall Beige P~S 1.7 ±0.5 
2 Hall-3 A Closet Wall Intact Drywall Beige P~S 2.2 ±0.9 
2 Hall-3 A Closet Wall Intact Drywall Beige P~S 3.0 ±1.0 
2 Hall-3 C Overhd.-door Door Intact Wood Beige P~S 1.5 +0.5 
2 HaU--3 C 

I""'\. •• _ ... L.....10 ...1 __ ... 

DOOi Intact 'lvuuu Beiye POS i .1 ±O.O VVC'II JU.-UUUI 

2 Hall-3 C Overhd.-door Casing Intact Wood Beige P~S 1.4 ±0.7 
2 Hall=3 C Overhd.~oor f''!!I~int'l Intact VVood Cla.ino p~S 1.4 .Ln" 

_g~UI~ """"~w ...l..v.v 

2 Hall-3 A Ceiling Intact Drywall Beige P~S 1.7 ±0.4 
2 Hall-3 A Ceiling Intact Drywall Beige P~S 32 +0.9 
2 Hall-3 A Closet Ceiling Intact Drywall Beige P~S 22 ±1.7 
2 HaU-3 A Closet Ceiling Intact Drywall Beige P~S 2.6 ±1.5 
2 Room-l D Wall-Upr Intact Drywall Beige P~S 2.1 ±0.5 
2 Room-l A Wall-Upr Intact Drywall Beige P~S 2.7 ±0.8 
2 Room-l C Wall-Lwr Baseboard Intact Wood Beige POS 14 ±0.3 
2 Room-l D Window Stool Intact Wood Beige P~S 1.0 ±0.3 
2 Room-l A Window Sash Intact Wood Beige P~S 1.7 ±OA 
2 Room-1 D Window Sash Intact Wood Beige P~S 2.5 ±0.7 
2 Room-l D Window Mullion Intact Wood Beige P~S 5.8 ±1.8 
2 Room-l A Window Mullion Intact Wood Beige P~S 5.5 ±1.8 
2 Rccm-1 A Window Trnllnh Intact \A!ccd RAinD. P~S 16.1 ±2.9 .'-"'::;r" --.~-

2 Room-l A Window Trough Intact Wood Beige P~S 15.0 ±2.7 
2 Room-l 0 Radiator Intact Metal Beige POS 16 ±0.4 
2 Room-1 A Radiator Intact Metal Beige P~S 2.0 ±0.6 
2 Room-1 C Closet Wall Intact Drywall Beige P~S 1.8 ±0.8 
2 Room-l A Closet Ceiling Intact Drywall Beige P~S 1.9 ±0.8 
2 Room-l A Closet Ceiling Intact Drywall Beige P~S 1.9 ±0.8 
2 Room-l A Ceiling Intact Drywall Beige P~S 2.9 ±0.9 
2 Room-l A Ceiling Intact Drywall Beige P~S 2.8 +0.9 
2 Room-1 A Ceiling Crown-mold Intact Wood Beige P~S 2.3 ±0.6 
2 Room-l B Ceiling Crown-mold Intact Wood Beige P~S 1.9 ±O.5 
2 Room-2 A Wall-Upr Intact Drywall Beige P~S 3.7 ±1.0 
2 Room-2 A Wall-Upr Intact Drywall Beige P~S 3.3 ±1.0 

I 

2 Roolll-2 C 'AI_II 1 •• _. Intact \lvood Beige P~S 2.5 +1.3 vvalt-L.WI 

2 Room-2 B Wall-Lwr Intact Wood Beige P~S 2.7 ±D.7 
2 Room ... 2 B V"Ja!l=l\&/r Chair .. rail I .......... ~ \AI __ '" D_; ......... "'"''' • 0 ," . "JU2,"", ... vvu U'l;fI~'W rv ... I.U IV." 
2 Room-2 A Wall-Lwr Chair-rail Intact Wood Beige P~S 6.9 ±1.7 I 
2 Room-2 C Wa!l-Lwr Baseboard Intact Wood Beine P~S 2.9 +1 n 1 
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Quarters Y Positive Results for Lead-Based Paint 
!! Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcml 

Room-2 D Wall-Lwr Baseboard Intact Wood Beige P~S 2.8 ±O.8 
Room-2 B Window Sash Intact Wood Beige P~S 1.5 ±0.3 

! Room-2 A Window Sash Intact Wood Beige P~S 2.4 ±O.6 
! Room-2 A Window Mullion Intact Wood Beige P~S 4.7 ±1.5 
1 Room-2 B Window Mullion Intact Wood Beige P~S 2.3 ±0.6 
2 Room-2 B Radiator Intact Metal Beige P~S 1.4 ±0.5 
2 Room-2 A Radiator Intact Metal Beige P~S 2.2 ±0.7 
2 Room-2 C Closet-1 Wall intact urywaii Ijeige pOS 2.1 ±O.! 
2 Room-2 C Closet-2 Wall Intact Drywall Beige POS 1.8 ±0.8 
2 Room-2 B Ceiling Intact Plaster Beige P~S 3.6 ±1.1 
2 Room-2 B Ceiling Intact Plaster Beige P~S 2.4 ±O.7 
2 Room-2 B Ceiling Crown-mold Intact Wood Beige P~S 3.9 ±1.0 
2 Room-2 B Ceiling Crown-mold Intact Wood Beige P~S 2.6 ±O.8 
2 Room-2 B Closet Ceiling Intact Plaster Beige P~S 4.0 ±1.2 
2 Room-2 B Closet Ceiling Intact Plaster Beige P~S 3.8 ±1.2 
2 Room-3 C Closet Ceiling Intact Plaster Beige P~S 4.8 ±1.8 
2 Room-3 C Closet Ceiling Intact Plaster Beige P~S 4.1 ±1.4 
2 Room-3 B Window-1 Sash Intact Wood Beige P~S 2.0 ±O.5 
2 Room-3 C Window-2 Sash Intact Wood Beige P~S 2.5 ±O.7 
2 Room-3 C Window-3 Trough Peeling Wood Beige P~S 15.1 ±3.1 
2 Room-3 C Window-3 Trough Peeling Wood Beige P~S 13.8 ±3.1 
2 Room-3 C Window-2 Mullion Intact Wood Beige P~S 2.1 ±0.5 
2 Room-3 C Window-3 Mu!!ion Intact Wood Beige P~S 2.3 ±O.6 
2 Room-3 D Closet-1 Wall Intact Drywall Beige P~S 2.1 ±0.7 
2 Room-3 C Closet-1 Wall Intact Drywall Beige P~S 6.6 ±2.1 
2 Room-3 D Closet-2 Wall Intact Drywall Beige P~S 3.3 ±1.2 
2 Room-3 C Closet-2 Wall Intact Drywall Beige P~S 4.3 ±1.9 
2 Room-4 C Closet Ceiling Intact Drywall Beige P~S 2.8 ±1.7 
2 Room-4 C Closet Ceiling Intact Drywall Beige P~S 2.8 ±1.5 
2 Room-4 C Ceiling Intact Drywall Beige P~S 1.7 ±0.4 
2 Room-4 C Ceiling Intact Drywall Beige P~S 2.4 ±O.6 
2 Room-4 C Ceiling Crown-mold Intact Wood Beige P~S 2.1 ±O.5 
2 Room-4 C Ceiling Crown-mold Intact Wood Beige POS 2.8 ±0.9 
2 Room-4 D Wall-Upr Intact Drywall Beige P~S 4.2 ±1.2 
2 Room-4 C Wall-Upr Intact Drywall Beige POS 3.6 ±1.0 
2 Room-4 C Wall-Lwr Intact Wood Beige POS 1.6 ±0.5 
2 Room-4 B Wall-Lwr Intact Wood Beige P~S 1.3 ±0.9 
2 Room-4 C Window-1 Sash Intact Wood Beige P~S 2.9 ±0.9 
2 Room-4 C Window-2 Sash Intact Wood Beige P~S 2.0 ±O.5 
2 Room-4 C Window-2 Trough Poor Wood Beige POS 17.7 ±3.5 
2 KOOm-4 C Window-L I rough poor Wood tseige P~S 20.1 ±3.o 
2 Room-4 A Closet-1 Baseboard Fair Wood Beige POS 2.1 ±0.5 
2 

D ........ _ A B Closet-1 Baseboard Fair \AJood efti ........ POS 1.3 ±O.4 n.UUlff ....... 1Jt;;iI~w 

2 Room-4 B Closet-2 Baseboard Intact Wood Beige POS 1.0 ±0.5 
2 Room-4 D Closet-2 Baseboard Intact Wood Beige P~S 6.5 ±2.3 
2 Room-4 C Closet-2 Wall Intact Drywall Beige P~S 4.1 +1.2 
2 Room-4 A Closet-2 Wall Intact Drywall Beige POS 3.0 +1.0 
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Quarters Y. Lead-Based Paint Surv"y 
Charleston Naval Complex 

Site: 22 Date: 10/15/97 
Ranges (NEG<lNC<POS): Device pes 

No Site XLNo Insp Fir Room Side Strc Feslt Cnd Sub Clr PblL(mg/cm') RE:S PbK Combin€,d DI Date Note 
I 22 I 6 I Shutler Cal-I Ca.librate Calibrate 0.00 ± 0.00 oo±oo 0.0 ± 0.0 0.0 10/8/97 
2 22 2 6 1 Calibrate-l Calibrate Calibnte 1.06 ± 0.14 POts 0.1 ± 0.5 1.1 ± 0.1 1.1 10/9/97 
3 22 3 6 1 Calibrate-2 Calibrate Caliblrate 1.05 ± 0.24 POts 0.6±0.5 1.1 ± 0.2 2.3 10/9/97 
4 22 4 6 1 Room-I A WIIII-1Jpr Wall Intact Drywall Beige 0.S7 ± 0.42 POtS 2.2 ±0.6 2.2 ±0.6 10.0 10/9/97 
5 22 5 6 1 Room-l D WIIII-1Jpr Wall Intact Drywall Beige 0.116 ± 0.55 POtS 1.6 ± 0.4 1.6 ± 0.4 10.0 10/9/97 
6 22 6 6 I Room-I C Wall·Lwr Wall Intact Wood Beige 037 ± 0 39 NEG 0.5 ± 0.4 0.4 ± 0 4 58 10/9/97 
7 22 7 6 1 Room-) B WIIIl·Lwr Wall Intact Wood Beige 0.n3 ± 0 53 NEG 0.7 ± 0.3 0.7 ± 0.3 100 10/9/97 
8 22 8 6 I Room-I B W"ll-Lwr Baseboard Intact Wood Beige 002 ± 0.24 NEG 0.2 ± 0.7 O.O± 0.2 2.0 10/9/97 
9 22 9 6 ) Room-I C WIIII·Lwr Baseboard Intact Wood Beige 0.O7±0)4 NEG 0.9 ± 0.4 0.1 ±O.) 2.5 10/9/97 
10 22 10 6 1 Room-I C Wall Cbair··rail Intact Wood Beige 0.n±0.59 POtS 1.1 ± 0.3 1.1 ± 0.3 10.0 10/9/97 
It 22 11 6 I Room-l A Wall Cbair··rail Intact Wood Beige 0.~r9 ±0.41 POtS 1.2 ±0.3 1.2 ± 0.3 7.7 10/9/97 
12 22 12 '6 I Room· I A Door Door Intact Wood Beige 025±0.17 NEG 0.8 ± 0.4 0.3 ± 0.2 3.0 10/9/97 
13 22 13 6 I Room· I A Door Door Intact Wood Beige 031±O.19 NEG 0.8 ± 0.4 0.3 ± 0.2 32 10/9/97 
14 22 14 6 I Room· I A Door Casing Intact Wood Beige 029 ± 0.20 NEG ·0.1 ± 04 0.3 ± 0.2 34 1019197 
15 22 15 6 I Room· I A Door Casing Intact Wood Beige 0.1[7±0 15 NEG 0.2 ± 0.4 02 ± 0.2 27 10/9/97 
16 22 16 6 I Room-I A Door Jamb Intact Wood Beige 0.06 ± 0.29 NEG 0.0 ± 08 01 ± 0.3 3.6 10/9/97 
17 22 17 6 1 Room· I A Door Jamb Intact Wood Beige O.ll5±0.14 NEG 03 ± 0.8 02±01 15 10/9/97 
18 22 18 6 1 Room· I B Door Door Intact Wood Beige 0112±0.19 NEG 0.2 ± 0.7 01±02 18 10/9/97 
19 22 19 6 I Room· I B Door Door Intact Wood Beige 01l9±O.14 NEG 0.4±04 0.2 ± 0.1 2.5 10/9/97 
20 22 20 6 I Room· I B Door Casing Intact Wood Beige 0118 ± 0.20 NEG 0.2± 0.5 02 ± 0.2 2.5 10/9/97 
21 22 21 6 I Room· I B Door Casing Intact Wood Beige 0.23 ± 016 NEG 04 ± 0.4 0.2 ± 0.2 2.9 10/9/97 
22 22 22 6 I Room· I B Door Jamb Intact Wood Beige o.n ±0.30 NEG 0.5 ± 0.4 0.5 ± 0.3 4.5 10/9/97 
23 22 23 6 I Room· I B Door Jamb Intact Wood Beige o S8 ± 0.49 NEG 0.3 ± 04 06±05 6.5 10/9197 
24 22 24 6 I Room· I C Door Door Intact Wood Beige 037 ± 0.20 NEG ·0.1 ±04 0.4 ± 0.2 3.2 10/9197 
25 22 25 6 I Room· I C Door Door Intact Wood Beige 0.29 ± 014 NEG 0.1 :t 0.4 0.3 ± 0.1 25 10/9/97 
26 22 26 6 I Room· I C Rlldiator Housing Intact Wood Beige O.B ±O.IO NEG ·0.1 ± 0.6 ·0.1 ± 0.6 10.0 10/9197 
27 22 27 6 I Room· I A IUldiator Housing Intact Wood Beige 0.00±0.14 NEG ·0.1 ± 0.6 O.O±O.I 1.0 10/9197 
28 22 28 6 I Room· I A IUldiator Radi~ltor Intact Metal Beige 002±0.14 NEG 0.3 ± 0.7 OO±O.I 1.5 10/9197 
29 22 29 6 I Room· I B IUldiator Radi~ltor Intact Metal Beige 0.1,3 ±032 NEG 0.8 ± 0.5 0.1 ± 0.3 4.9 10/9/97 
30 22 30 6 I Room· I D Wmdow Apron Intact Wood Beige 0.00 ± 0.10 NEG ·03 ± 0.6 O.O±O.I 1.0 10/9197 
31 22 31 6 I Room· I D Window Apron Intact Wood Beige OOO±O.IO NEG -O.S ±0.6 00±01 1.0 10/9197 
32 22 32 6 I Room· I D Window Stool Intact Wood Beige 0.00 ± 0.11 NEG 0.2 ± 0.5 00 ± 0.1 1.0 10/9/97 
33 22 33 6 I Room· I D Window Stool Intact Wood Beige 0.00 ± 010 NEG ·0.3 ± 0.6 O.O± 0 1 10 10/9197 
34 22 34 6 I Room·' D Window Casing Intact Wood Beige O.OO±O.IO NEG ·0.2 ± 0.6 0.0 ± 0.1 , 0 10/9/97 
3S 22 35 6 I Room· I D Window Casing Intact Wood Beige 0.00 ± 0.10 NEG ·0.2 ± 0.7 0.0 ± 0.1 1.0 10/9/97 
36 22 36 6 I Room· I D Window Trough Intact Wood Beige O.oJ ± 0.24 NEG -0.9±07 O.O± 0 2 10 10/9197 
37 22 37 6 I Room· I D Window Trough Intact Wood Beige O'(IO±O.IO NEG ·0.1 ±0.7 O.O±O.I 1.0 10/9/97 
38 22 38 6 I Room· I D Window Sash Intact Wood Beige O.OO±O.IO NEG 0.1 ±0.6 00 ± 0.1 1.0 10/9197 
39 22 39 6 I Room· I D Window Sash Intact Wood Beige 0.00 ± 0.10 NEG 03 ± 0.6 O.O± 0.1 1.0 10/9197 
40 22 40 6 I Room· I D Window Mullion Intact Wood Beige 0.02 ± 0.10 NEG 0.1 ±0.6 o.o± 0.1 4.3 10/9/97 
41 22 41 6 I Room· I D Window MuUion Intact Wood Beige OOO±O.lO NEG 0.2 ± 0.5 0.0 ± 0.1 1.0 10/9197 
42 22 42 6 1 Room·l D Window Boxing Intact Wood Beige I.S3 ± 0.54 POts 1.8 ± 0.5 1.5:1:0.5 5.4 10/9/97 
43 21 43 6 I Room·1 D Window Boxing Intact Wood Beige I.n± l.l2 POS 2.7±0.8 2.7:1:0.8 5.8 10/9/97 
44 22 44 6 I Room· I D Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.1 ±0.5 O.O± 0.1 1.0 10/9197 
45 22 45 6 I Room· I 0 Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.3 ± 0 4 O.O± 0.1 1.0 10/9197 
46 22 46 6 I Bath· I A Wall Wall Intact Drywall Beige 0.30 ± 0.12 NEG 0.4 ± 0.4 0.3±0.1 2.1 1019197 
47 22 47 6 I Bath-I D Wall Wall Intact Drywall Beige 0118±0.\3 NEG 0.2± 0.6 0.2± 0.1 1.6 10/9197 
48 22 48 6 I Bath-I D Door Door Intact Wood Beige 0.21 ± 0.14 NEG 0.1 ± 05 0.2±0.1 1.8 10/9197 
49 22 49 6 I Bath· I D Door Door Intact Wood Beige 0.30 ± 0.17 NEG 0.2 ± 0.4 0.3 ± 0.2 2.8 10/9197 
50 22 50 6 I Bath· I D Door Casing Intact Wood Beige 039±O.l8 NEG 0.2 ± 0.4 0.4 ± 0.2 2.8 1019197 
51 22 51 6 I Bath· I D Door Casing Intact Wood Beige 041 ±0.19 NEG O.S ± 0 4 0.4 ± 0 2 3.0 10/9197 
52 22 52 6 I Bath· I D Door Jamb Intact Wood Beige 0.49 ± 0 22 NEG O.S ± 0 4 0.5 ± 0.2 3.2 1019197 
53 22 53 6 I Bath· I D Door Jamb Intact Wood Beige 021 ± 0.18 NEG ·0.2 ± 0 6 0.2 ± 0 2 1.9 10/9197 
54 22 54 6 I Bath· I D Window Stool Intact Wood Beige 0.23 ± 0.35 NEG 02±04 02±04 4.9 10/9/97 
55 22 55 6 I Bath·1 D Window Stool Intact Wood Beige 030 ± 0.31 NEG 0.1 ± 0.4 0.3 ± 0.3 47 10/9/97 
56 22 56 6 I Bath-I D Window Casing Intact Wood Beige 039 ± 0.29 NEG 0.4 ± 0 4 0.4 ± 0.3 45 10/9197 
57 22 57 6 I Bath· I D Window Casing Intact Wood Beige 046 ± 0 25 NEG 0.0 ± 0.4 0.5 ± 0 3 3.8 10/9197 
58 22 58 6 1 Bath·1 D Window Sash Intact Wood Beige Oo47±0.21 POts 1.9 ± 0.5 1.9 ± 0.5 3.1 10/9/97 
59 22 59 6 1 Batb-l D Window Sash Intact Wood Beige 0.'13 ±0.22 POS 1.8 ± 0.5 1.8± 0.5 3.4 10/9/97 
60 22 60 6 1 Batb-I D Window Mullion Intact Wood Beige O.(il:1: 0.61 POS 2.5 ± 0.8 2.5 ± 0.8 5.3 10/9/97 
61 22 61 6 1 Batb-l D Window Mullion Intact Wood Beige 0./i3 ± 1.00 POtS 3.8 ± 1.0 3.8 ± 1.0 7.0 10/9/97 
62 22 62 6 I Bath· I C Cabi'net·Lwr Door·Out Intact Wood Beige om ± 0 10 NEG ·05±08 OO± 0.1 3.2 10/9197 
63 22 63 6 I Bath-I C Cabinet·Lwr Door·Out Intact Wood Beige 000±0.18 NEG ·0.5±0.7 0.0 ± 0 2 1.0 10/9197 
64 22 64 6 I Bath· I C CablOet·Lwr Door··lns Intact Wood Beige 000±0.10 NEG ·01±07 00±01 10 10/9/97 
6S 22 65 6 I Bath· I C Cabinet·Lwr Door··lns Intact Wood Beige OOO±O.IO NEG ·0.7 ± 0.8 O.O±O I 10 10/9197 
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66 22 66 6 I Bath-I C Cabmet-Lwr Inside Intact Wood Beige O.OO±O.IO NEG -05 ± 0.7 O.O±O I 1.0 10/9/97 

67 22 67 6 I Bath-I C Cabinet-Lwr InsIde Intact Wood Beige OOO±O.lO NEG 0.0 ± 0.3 O.O± 0.1 1.0 10/9/97 

68 22 68 Ii I Hall-l C WaU-Upr Wall Intact Drywall Beige 1.00± 0.67 POS 0.9 *0.5 1.0± 0.7 10.0 10/9197 

69 22 69 Ii I Hall-l B Wall-Upr Wall Intact Drywall Beige 1.20± 0.72 POS 2.1 ±0.5 2.1 ± 0.5 8 .. 6 10/9197 

70 22 70 Ii I Hall-I A Wall-Lwr Wall Intact Wood Beige 0.38 ± 0.49 NEG 0.1 ± 0.4 04 ± 0.5 6.8 10/9/97 

71 22 71 6 I Hall-I 0 Wall-Lwr Wall Intact Wood Beige 0.27±0.19 NEG 0.6 ± 0.3 06±03 10.0 10/9/97 

72 22 72 Ii I Hall-I 0 Wall-Lwr Chair-rail Intact Wood Beige 0.61 ± 0.42 NEG 09 ± 0.3 0.6 ± 04 7.8 10/9/97 

73 22 73 6 I Hall-I 0 Wall-Lwr Chair-rail Intact Woo,d Beige 0.89± 045 NEG 07±05 0.9 ± 0.5 5.8 10/9/97 

74 22 74 Ii 1 Hall-I A Door Door Intact Wood Beige 0.41±033 NEG 07 ± 0.4 0.4 ± 0.3 5.0 10/9/97 

75 22 75 6 I Hall-I A Door Door Intact Woo,d Beige 0.16 ± 0.32 NEG 01±07 0.2 ± 0.3 2.6 10/9/97 

76 22 76 6 1 Hal1·1 A Door Casing Intact Wood Beige 0.40 ± 0.25 NEG 1.l±05 0.4 ± OJ 3.8 1019/97 

77 22 77 Ii I Hall· I A Door Casing Intact Wood Beige 0.31 ±021 NEG -0.1 ±0.4 03 ± 0.2 3.5 10/9197 

78 11 78 Ii I Hall-I A Door Jamb Intact Wood Beige 0.52 ± 0.11 POS 1.7 ± 0.4 1.7 ± 0.4 1,7 1019/97 

79 2:z 79 Ii 1 Hall-l A Door Jamb Intact Wood Beige 0.61 ± 0.16 POS 2.0 ±0.5 2.0± 0.5 2.1 10/9/97 

80 22 80 6 I Hall-I A Window Mullion Intact Wood Beige 0.19±0.14 NEG 0.8 ± 0.4 0.2±0.1 2.7 10/9/97 

81 22 81 Ii I Hall·1 A Window Mullion Intact Woo,d Beige 005±010 NEG 0.9 ± 0 4 0.1 ± 0.1 1.9 10/9/97 

82 22 82 6 I Hall-I A Wmdow Casing Intact Woo,d Beige 0.12 ± 0.20 NEG OJ ± 0.9 0.1 ± 0 2 1.8 10/9/97 

83 22 83 Ii 1 Hall-l A Window Casing Intact Wood Beige 0.68 ± 0.91 POS 4.7 * 1.3 4.7 ± 1.3 4.6 10/9/97 

84 22 84 Ii 1 Hall-\ A Window Casing Intact Wood Beige 0.73 * 1.84 POS 7.4 ± 1.9 7.4 ± 1.9 5.0 10/9/97 

85 22 85 Ii I Hall-I A Window Sash Intact Wood Beige 0.11 ± 0.12 NEG 1.1 ± 0.4 0.1 ±O.l 2.5 10/9197 

86 22 86 Ii I Hall-I A Window Sash Intact Woood Beige 035±0.19 NEG 1.0 ± 0.4 0.4 ± 0.2 3.7 1019197 

87 22 87 /I I Hall-I B Entranceway Casing Intact Wood Beige 0.44 ± 0.23 NEG 0.4 ± 0 4 0.4 ± 0.2 3.6 10/9/97 

88 22 88 Ii I Hall-I B Entranceway Casing Intact Wood Beige 0.40 ± 0.22 NEG -0.1 ±0.4 0.4 ± 0.2 3.4 10/9197 

89 22 89 Ii I Hall-I B Entranceway Iamb Intact Wood Beige 0.14± 0.26 NEG 0.0 ± 0.7 0.1 ±0.3 2.2 10/9/97 

90 22 90 (i I Hall-I B Entranceway Iamb Intact Woo,d Beige 0.29 ± 0.30 NEG 03 ± 0.4 0.3 ± 0.3 4.7 10/9197 

91 22 91 /I I Hall-I C Stairs Rail-cap Intact Wood Black 002±015 NEG ·0 I ±07 o o± 0.2 1.0 10/9197 

92 22 92 ti I Hall-I C Stairs Rail-cap Intact Wood Black 002±0 10 NEG OJ ± 0 7 O.O±O I 1.0 10/9/97 

93 22 93 ti I Hall-I C Stairs Newal-post Intact Wood Black 0.05 ± 0.11 NEG 0.0 ± 0.7 0.1 ± 0.1 1.0 10/9/97 

94 22 94 (; I Hall-I C Stairs Newal-post Intact Wood Black 0.04±0 10 NEG -0.1 ± 0.8 O.O± 0.1 1.0 10/9197 

95 22 95 /I I Hall-I C Stairs Baluster Intact Wood Beige 0.4S±032 NEG 0.1 ±04 05±03 4.8 1019197 

96 22 96 (; I Hall-I C Stairs Baluster Intact Woo,d Beige 054 ± 0.27 NEG o H 0.4 0.5 ± 0.3 4 I 10/9/97 

97 22 97 (, I Hall·1 C Stairs Stringer Intact Wood Beige 0.33±0 16 NEG 0.4 ± 0 4 0.3 ± 0.2 2.6 10/9/97 

98 22 98 6 I Hall-I C Stairs Stringer Intact Wood Beige 0.41 ± 0.17 NEG 03 ± 0.4 0.4 ± 0 2 2.7 10/9/97 

99 22 99 6 I Hall·1 C StaIrs Riser Intact Wood Beige 0.06±0 15 NEG 0.3 ± 0.7 0.1 ± 02 1.5 10/9/97 

100 22 100 (, I Hall-I C Stairs Riser Intact Wood Beige 067 ± 0.24 NEG 0.5 ± 0 4 0.7 ± 0 2 3.3 10/9197 

101 22 101 6 I Hall· I C Stairs Tread Intact Wood Varnish 0.04 ± 0 38 NEG 0.2 ± 0 6 0.0 ± 0.4 2.2 10/9/97 

102 22 102 (, I Hall-I C StaIrs Tread Intact Wood Varnish 0.00 ± 0.10 NEG ·0 I ± 0.8 O.O± 0.1 1.0 10/9/97 

103 22 103 ti I Shutter Cal· I Caltbrale Cahbrate OOO±OOO OO±OO 0.0 ± 0.0 0.0 10/9/97 

104 2Z 104 ti 1 Calibrate-I Calibrate Calibrate I.OO± 0.13 POS 1.0* 0.5 1.0 * 0.1 1.0 1019/97 

lOS 22 lOS ~i 1 Calibrate-l Calibrate Calibrate 1.01 ± 0.22 POS 0.4 * 0.4 1.0* 0.2 2.1 10/9/97 

106 22 106 ~i I Hall-I 0 Ooor Door Intact Wood Beige 0.26 ± 0.20 NEG 0.2 ± 0.4 0.3 ± 0.2 34 10/9197 

107 22 107 6 I Hall-l 0 Door Door Intact Wood Beige 0.17 ± 0.23 NEG -0.4 ± 0.6 0.2± 0.2 2.4 10/9/97 

108 22 108 6 I Hall-I 0 Door Casing Intact Wood Beige OJ3 ± 0 23 NEG -0.2 ± 0 4 0.3 ± 0.2 3.8 10/9/97 

109 22 109 6 I Hall-I 0 Door Casing Intact Wood Beige 042±0.21 NEG 06 ± 0.4 0.4± 0.2 3.2 10/9/97 

110 22 110 6 I Hall-l 0 Door Iamb Intact Wood Beige 05H031 NEG 0.7 ± 0 4 0.6 ± 0.3 4.5 10/9197 

III 22 111 6, I Hall-I 0 Ooor Iamb Intacl Wood Beige 0.36±021 NEG 08 ± 0.4 0.4 ± 0.2 3.4 1019/97 

112 22 112 ~i I Hall-I B Bookcase Frame Intact Wood Beige 0.13 ± 0.25 NEG 0.2 ± 0.5 0.1 ±OJ 2.8 10/9/97 

113 22 113 E, 1 Hall-I B Bookcase Frame Intact Wood Beige 0.85 * 0.75 POS 2.7 ± 0.8 2.7 * 0.8 4.9 10/9/97 

114 22 114 Ei 1 Hall-I B Bookcase Frame Intact Wood Beige 0.80 ± 0.40 POS 1.9 ±0.5 1.9 ± 0.5 S.l 1019/97 

IJ5 22 115 6 I Hall-I B Bookcase Shelf Intact Wood Beige OJ9 ± 0 20 NEG 0.2 ± 0 4 04±02 3.2 10/9/97 

116 22 116 6 I Hall-I B Bookcase Shelf Intact Wood Beige 0.56 ± 0.19 NEG 06±04 o 6± 0.2 2.6 10/9/97 

117 22 117 6 I Hall· I B Wall Phone-desk Intact Wood Beige 065 ± 0.26 NEG 0.2 ± 0 4 0.7 ± 0.3 36 1019/97 

118 22 118 6 I Hall-I B Wall Phone-desk Intact Wood Beige 039 ± 0.17 NEG 01±04 0.4 ± 0.2 27 10/9197 

119 22 119 6 I Hall· I B Closet Door Intact Wood Beige 0.90 ± 0.27 NEG 08±04 0.9 ± OJ 3.2 10/9/97 

120 22 120 6- I Hall-I B Closet Door Intact Wood Beige 084 ± 0 22 NEG 0.9 ± 0.4 08±02 26 10/9/97 

121 22 121 6- I Hall· I B Closet Casing Intact Wood Beige 003±0.IO NEG 0.0 ± 0.7 OO± 0.1 1.0 10/9/97 

122 22 122 6 1 Hall-I B Closet Casing Intact Wood Beige 0.08 ± 0.20 NEG -0 I ± 07 0.1 ± 0.2 1.7 10/9197 

123 22 123 6- I Hall-I B Closet Jamb Intact Wood Beige 0.40 ± 017 NEG 0.1 ± 0.4 0.4 ± 0 2 2.7 10/9/97 

.24 22 124 6- I Hall-I B Closet Jamb Intact Wood Beige 0.46 ± 0.21 NEG o H04 05 ± 0.2 3.1 10/9197 

25 22 125 6, I Hall-I D Closet Baseboard Intact Wood Beige 2.40 * 1.75 POS 3.0*0.9 3.0*0.9 7.l 10/9/97 

26 22 126 6 I Hall-I 0 Closet Baseboard Intact Wood Beige 026±0.14 NEG 02±05 0.3±0.1 2.0 10/9197 

27 22 127 6 I Hall· I 0 Closet Baseboard Intact Wood BeIge 057±021 NEG 08 ± 0.4 06± 0.2 2.9 10/9197 

28 22 128 6 I Hall· I D Closet Shelf Intact Wood Beige 008 ± 045 NEG 02±06 01±05 2.5 10/9/97 

29 22 129 6 I Hall-I D Closet Shelf Intact Wood Beige 001 ± 0 II NEG -04 ± 0 7 O.O±O.I 10 10/9197 

30 22 130 6 I Hall-I D Closet Wall Intact Drywall Beige 1.12 ± 0.44 POS 1.2 ± 0.5 1.1 ± 0.4 5.3 10/9/97 

H 12 131 6 1 Hall-I C Closet Wall Intact Dryw;all Beige 2.12 * 1.04 POS 2.0±0.7 2.1 ~ 1/1 

12 22 132 6 I Porch-I A Porch-! Columns Intact Wood Whit .... 

13 12 133 11 1 Porch-I A Porch-I r .... I .. ---
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134 22 134 6 I Po rcb-I C Wall Wall Intact Wood White »5.0,10 1.00 POS 12.5,10 2.6 12.5,10 2.6 8.7 10/9/97 
135 22 135 6 I Porcb-l C Wall Wall Intact Wood White »5.0,10 1.00 POS 11.9,10 2.6 1ll.9±2.6 8.1 1019197 
136 22 136 6 1 Porch-I C 1I00r-1 Door Intact Wood White »5.0,10 1.00 POS 14.6,10 2.8 14.6±Hi 6.2 1019/97 
137 22 137 6 I Porch-I C 1I00r-3 Door Intact Wood White »5.0,10 1.00 POS 11.5,10 2.4 111.5,10 2.41 8.5 10/9/97 
138 22 138 6 1 Porch-I C 1I00r-3 Casing Intact Wood White »5.0:1: 1.00 POS 15.1:1: 2.6 IS.1:I: 2.6 10.0 1019/97 
139 22 139 6 I Porch-I C 1I00r-1 Casing Intact Wood White 3.78,10 2.31 POS 10.5,10 2.4 10.5,10 2.41 4.7 10/9/97 
140 22 140 6 I Porch-I C Ooor-l Jamb Intact Wood White »5.0,10 1.00 POS 12.6:1: 2.7 n.6±2.7 3.9 1019/97 
141 22 141 6 1 Porch-l C Ooor-3 Jamb Intact WI~od White »5.0:1: 1.00 POS 12.4:1: 2.6 n.4:1:Vj 6.0 10/9/97 
142 22 142 6 1 Porch-] C Iloor-2 Door Intact Wood White 3.61,10 2.49 POS 11.2:1: 2.3 111.2:1: 2.31 7.9 10/9/97 
143 22 143 6 1 Porch-] C Iloor-2 Door Intact WMd Wbite »5.0:1: ].00 POS 13.6,10 2.8 1:1.6,10 2.!1 8.4 1019197 
144 22 144 6 1 Porch-l C Iloor-2 Casing Intact WI~od Wbite »5.0:1: 1.00 POS 17.5:1: 2.9 1'7.5:1:2.1' 6.2 1019197 
145 22 145 6 1 Porcb-l C Iloor-2 Casing Intact WI~od Wbite »5.0:1: 1.00 POS 12.8:1: 2.7 U.8±2.7 9.9 10/9/97 
146 21 146 6 1 Porch-] C 1I00r-2 Jamb Intact WI~od White »5.0:1: 1.00 POS 14.9:1: 2.7 14.9:1: 2.i' 4.9 1019197 
147 22 147 6 1 Porch-] C 1I00r-2 Jamb Intact WI~od While »5.0:1: 1.00 POS 15.3:1: 3.0 1~i.3:1: 3.0 4.6 1019197 
148 22 148 6 1 Porch-I C Window Casing Intacl W,~od Wbile 3.31 :1:2.79 POS 12.6:1: 2.4 n.6:1:2.41 4.2 1019/97 
149 22 149 6 1 Porch-I C Window Casing Inlacl W'~od While 3.90:1: 2.]9 POS 11.6:1: 2.6 1:1.6,10 Vi 4.1 10/9/97 
150 22 ISO 6 ] Porch-l C Window Mullion Intact Wood White 2.90:1:3.20 POS 5.2:1: 1.9 ~!.2 :I: l.I' 3.9 10/9/97 
151 22 lSI 6 1 Porch-l C Window Mullion Inlacl W,~od While 3.67,10 2.43 POS 12.0:1: 2.6 U.O:l:2./j 4.8 1019/97 
152 22 152 6 I Porch-I A Door Door Intact Wood White 0020100.10 NEG -0.901007 0.00100 I 38 10/9/97 
153 22 153 6 I Porch-! A Door Door Intact Wood White 0.00010010 NEG 0.00100.5 0.00100.1 1.0 10/9/97 
154 22 154 6 ) Porch-) A Door Casing Inlact Wood White »5.0:1: 1.00 POS 16.1:1: 2.8 11).1:1:2.11 10.0 1019/97 
ISS 22 155 6 1 Porch-I A Door Casing Inlact W,~od White »5.0:1: 1.00 POS 17.0:1: 2.9 1'7.0:1: 2J' 9.4 1019197 
156 22 156 6 1 Porch-I A Door Jamb Intacl Wood White »5.0,10 1.00 POS 9.2:1: 2.3 '1.2202.21 6.4 1019/97 
157 22 157 6 I Porch-I A Door Jamb Intact Wood While »5.0:1: 1.00 POS 11.6202.5 1'1.6 :l:2.S 4.8 1019197 
158 22 158 6 I Porch-I A Porch Floor Intact Wood Grey 0.050100.38 NEG 0.30100.7 010100.4 2.9 10/9/97 
159 22 159 6 I Porch-I A Porch Floor Intact Wood Grey 0010100.10 NEG -0.5 010 0.7 0.00100.1 10 10/9/97 
160 22 160 6 I Porcb-I A I~orcb Lattice Intact WI~od Wbite 0.46:1: 0.58 POS 7.9202.3 '7.9:1:23 9.6 1019197 
161 22 161 6 I Porch-I B l~orch Lattice Intact W,~od White 0.12200.10 POS 8.7202.1 11.7 20 2.l 5.5 1019197 
162 22 162 6 I Porch-! B Door Threshold Intact Wood Grey 0.50 ± 0.22 NEG 0.4 ± 0.4 O.S ± 0.2 2.9 10/9/97 
163 22 163 6 I Porch-I B Door Threshold Intact Wood Grey 0.34 ± 0.16 NEG 0.5 ± 0.4 0.3 ± 0.2 2.5 10/9/97 
164 22 164 6 1 Porch-l C Wall Elec-condu. Intact Mdal White »5.020 1.00 POS 7.7202.2 '7.720 2.'~ 10.0 1019197 
165 22 165 6 1 Porch-l C Wall Elec-condu. Intact !\fdal White 2.24201.72 POS 6.2202.1 1>.2202.11 3.4 1019/97 
166 22 166 6 I Porch-2 C Porch-2 Trim-Upr Intact W,~od White 4.27:1: 1.83 POS 16.7:1: 2.9 11>.720 2.ll 2.8 1019197 
167 22 167 6 I Porch-2 C Porch-2 Trim-Upr Intact Wood While 4.15:1: 1.94 POS 14.1 ± 2.7 1<1.1 :I: 2.~' 2.4 1019197 
168 22 168 6 I Porch-2 C Wall Wall Intact Wood While 3.65:1: 2.44 POS 8.8:1:2.2 11.8±2.2 2.1 1019/97 
169 22 169 6 I Porch-2 C Wall Wall Intact Wood White »5.020 1.00 POS 10.5202.4 10.520 2A 2.7 10/9/97 
170 22 170 6 I Porch-2 A Wall Wall Inlact WI~od White 1.92200.61 POS 1.9201.0 11.9200./. 2.5 1019197 
171 22 171 6 1 Porch-2 II Wall Wall Intact WI~od Wbite 2.42:1: 0.81 POS 4.020 1.3 ,1.0:l:UI 2.1 1019/97 
172 22 172 6 1 Porch-2 A Window Stool Intact WI~od While »5.020 1.00 POS 14.1 ± 2.6 14.1202./. 3.1 1019/97 
173 22 173 6 1 Porcb-2 A Window Slool Intact WI~od White »5.020 1.00 POS 13.4202.6 1:1.4:1: 2./. 3.6 1019/97 
174 22 174 6 1 Porcb-2 A Window Casing Intact WI~od White »5.0:1: 1.00 POS 13.1202.6 1:1.1 :1:2./. 3.2 1019197 
175 22 175 6 1 Porch-2 A Window Casing Intact W,~od White »5.0:1: 1.00 POS 12.4±2.4 u'4202A 2.8 1019/97 
176 22 176 6 1 Porcb-2 A Window Sash Intact Wood Wbite »5.020 1.00 POS 10.0:1: 2.3 1O.0±2.21 2.7 1019197 
177 22 177 6 I Porch-2 A Window Sash Intact W,~od White 4.11 20 1.99 POS 10.3 ± 2.6 10.3 ± 2./. 2.3 1019197 
178 22 178 6 I Porch-2 A Window Mullion Intact WI~od Wbite 2.96 ± 3.14 POS 8.5201.8 11.5,10 1.11 3.3 1019197 
179 22 179 6 I Porcb-2 A Window Mullion Intact WI~od Wbite 3.01 :1:3.09 POS 11.5:1: 2.5 l!I.520 2.!; 3.0 1019197 
180 22 180 6 1 Porch-2 A Door-2 Door Intact Wood White 0.11200.10 NEG 0.1 ±0.6 O.l ± 0.6 10.0 10/9/97 
181 22 181 6 I Porch-2 A Door-2 Door Intact Wood White 0.00 ± 0.14 NEG -0.1 ± 0.6 O.O±O.11 1.0 10/9/97 
182 22 182 6 I Porch·2 A Door·2 Mullion Intact Wood White O.OO±O.!O NEG 0.0 ± 0.6 O.O±O.1l 10 10/9/97 
183 22 183 6 I Porch-2 A Door-2 Mullion Intact W,Dod White OOO± 0.10 NEG -0.4 ± 0 6 OO±OIl 10 10/9/97 
184 22 184 6 I Porch-2 A 1I00r-2 Casing Intact Wood White 4.32:1: 1.78 POS 9.4202.2 ~1.4:1: 2.'~ 2.9 1019197 
185 22 185 6 1 Porch-2 A 1I00r-2 Casing Intact W'~od While »S.O± 1.00 POS 8.7202.3 11.7:1:2.~1 3.1 10/9197 
186 22 186 6 I Porch-2 A 1I00r-2 Jamb Intact W,~od White 3.37202.73 POS 9.9±2.2 '1.9:1: 2.'~ 2.6 1019/97 
187 22 187 6 I Porcb-2 A 1I00r-2 Jamb Intact W,~od White »5.020 1.00 POS 8.3202.2 11.320 2.l~ 3.3 1019197 
188 22 188 6 1 Porch-2 A 1I00r-2 Threshold Intact W'~od Grey 0.67 ±0.37 POS 1.9200.5 1.920 O.!; 5.4 1019/97 
189 22 189 6 I Porcb-2 A lIoor-2 Tbreshold Intact Wood Grey 1.09:1: 0.59 POS 5.4201.4 ~5.4:1:U 2.5 1019197 
190 22 190 6 1 Porch-2 C Porch-2 Columns Intact W'God White »5.0± 1.00 POS 18.1:1: 2.8 111.1:1: 2.11 2.9 1019/97 
191 22 191 6 I Porch-2 C Porch-2 Columns Intact WGod White »5.020 1.00 POS 16.5202.9 11>.520 2.l' 3.2 1019197 
192 22 192 6 I Porch-2 C Window Stool Intact WGod Wbite 1.86201.64 POS 14.0:1: 2.7 14.0 ± 2.~' 3.6 1019197 
193 22 193 6 I Porcb-2 C Window Stool Inlact W<God White 3.40:1: 2.70 POS 15.4:1: 2.8 1!5.4 20 2.11 9.0 1019/97 
194 22 194 6 I Porch-2 C Window Casing Intact Wood White 2.05:1: 1.08 POS 7.9:1: 1.9 '7.9201.\1 2.0 1019197 
195 22 195 6 1 Porcb-2 C Window Casing Intact W<ood White 1.0020 0.46 POS 5.0:1: 1.5 ~5.0:l: I.!; 1.9 1019197 
196 22 196 6 1 Porcb-2 C Window Sash Intact Wood White 3.02:1: 1.24 POS 4.6:1: 1.3 4.62oUI 3.0 10/9197 
197 22 197 6 1 Porch-2 C Window Sash Intacl Wood Wbite 2.17:1: 1.03 POS 5.6:1: I.8 ~5.6 20 1.11 1.8 1019/97 
198 22 198 6 1 Porch-2 C Door Door Intact Wood White 3.34:1: 2.76 POS 3.5:1:0.9 :1.5:1: OJI 6.9 10/9/97 
199 22 199 6 I Porcb-2 C Door Door Intact Wood While 2.72 20 3.38 POS 4.620 1.5 ,'.6± I.S 4.7 1019197 
200 22 200 6 1 Porcb-2 C Door Casing Intact Wood White 0.58± 0.51 POS 3.2 ± 1.0 :1.2 20 1.0 10.0 1019197 
201 22 201 6 1 Porcb-2 C Door Casing Intact Wood White 0.50±0.44 POS 3.4 ± 0.9 :1.4 20 O.!' 10.0 10/9/97 
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Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insl~ Fir RGGm Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK CGmbined DI Date NGte 

202 22 202 6 1 PGrch-2 C DGGr Jamb Intact WOGd White »5.0± 1.00 POS 15.8 ± 2.7 15.8 ± 2.7 2.5 1019/97 

203 22 203 6 1 PGrch-2 C DGGr Jamb Intact WOGd White »5.0 ± 1.00 POS 19.2 ± 3.0 19.2 ±3.0 3.1 1019/97 

204 22 204 6 1 PGrch-2 C DGGr MulliGn Intact WGGd White 1.33 ± 1.35 POS 9.1 ± 2.0 9.1 ± 2.0 3.4 1019197 

205 22 205 6 1 PGrch-2 C DOlOr MulliGn Intact WGGd White 2.48 ± 2.01 POS 6.5 ± 1.8 6.S± 1.8 3.7 1019/97 

206 22 206 6 I PGrch-2 C Window-Upr Casing Intact Wood White »5.0± 1.00 POS 13.6 ± 2.5 IH±2.5 3.0 10/9197 

207 22 207 6 1 Porch-2 C Window-Upr Casing Intact WOGd White 4.10± 2.00 POS 11.9 ± 2.5 1\.9'±2.5 2.4 10/9197 

208 22 208 6 I PGrch-2 C WindGw-Upr Sash Intact WGGd White »5.0± 1.00 POS 14.9 ± 2.6 14.9 ± 2.6 2.9 10/9197 

209 22 209 6 1 Porcb-2 C Window-Upr Sasb Intact Wood White »5.0± 1.00 POS 14.0 ± 2.6 14.0 ± 2.6 4.5 1019197 

210 22 210 6 1 Porcb-2 A DOlOr-I Door Intact Wood White »S.O± 1.00 POS 7.8±2.2 7.8± 2.2 3.0 1019197 

211 22 211 6 I PGrcb-2 A DOGr-l Door Intact WOGd White 4.50± 1.60 POS 8.7 ± 2.1 4.5:1: 1.6 3.0 1019/97 

212 22 212 6 1 Porcb-2 0 DGGr Door Intact Wood Wbite 4.44:1=1.65 POS 10.9:1: 2.5 4.4:1: 1.7 2.6 1019197 

213 22 213 6 1 PGrcb-2 D Door DGor Intact WOGd White »5.0:1: 1.00 POS 10.5 ± 2.3 10.5>:1: 2.3 2.8 1019197 

214 22 214 6 I PGrch-2 0 DOlOr DOlOr Intact Wood Green O.OO± 0.10 NEG -0.1 ± 0.6 O.O±O.l 1.0 10/9/97 

2IS 22 215 6 I Porch-2 0 Ooor DGor Intact WGGd Green OOO±O.lO NEG -0.6 ± 0.6 O.O±O.I 1.0 10/9/97 

216 22 216 6 I Porch-2 C Elec-conduit Elec-Cond Intact Metal White 002 ± 0.10 NEG 0.1 ± 0.9 OO± 0.1 1.0 10/9197 

217 22 217 6 1 Porch-2 C Elec-conduit Elec-Cond Intact Metal White 0.92 ± 0.35 POS 3.4 ± 1.1 3.4 ± 1.1 2.0 1019197 

218 22 218 6 1 Porch-2 C Elee-conduit Elee-Cond Intact Metal White 0.84 ± 0.41 POS 3.5 ± 1.1 3.5: ± 1.1 2.7 1019197 

219 22 219 6 I Room-6 C Wall-Upr Wall Intact Drywall Heige 2.27: 1.25 POS 1.8 ± 0.6 1.8:±0.6 9.6 10/9197 

220 22 220 6 1 ROGm-6 B Wall-Upr Wall Intact Drywall Heige 1.72 ± 1.32 POS 3.0± 0.9 3.0±0.9 10.0 1019/97 

221 22 221 6 1 RGom-6 D Wall-Lwr Wall Intact Wood Heige 0.99 ± 0.64 POS 0.5±0.3 1.0± 0.6 10.0 1019/97 

222 22 222 6 I Room-6 A Wall-Lwr Wall Intact Wood Beige 0.63 ± 0.60 NEG 0.9± 0 4 0.6 ± 0.6 7.8 10/9/97 

223 22 223 6 I Room-6 A Wall-Lwr Wall Intact Wood Beige 0.53 ± 0.43 NEG 0.5 ± 0.5 05±04 62 10/9/97 

224 22 224 6 I Room-6 A Wall-Lwr Baseboard Intact Wood Beige 026 ± 0.22 NEG 06±04 03 ± 0.2 37 10/9197 

225 22 225 6 I Room-6 B Wall-Lwr Baseboard Intact Wood Beige 035 ± 0 45 NEG 07 ± 0.4 0.4 ±05 6.3 1019197 

226 22 226 6 I Room-6 B Wall Chair·rail Intact Wood Beige 058 ± 0.52 NEG 07±0.4 0.6 ± 0 5 7.6 10/9/97 

227 22 227 6 1 RGom-6 A Wall Cbair-rail Intact WOGd Heige 1.09 ±0.76 POS 0.4± 0.4 1.1 ± 0.8 9.1 1019197 

228 22 228 6 I Room-6 A Wall Chair-rail Intact Wood Beige 062 ± 0.47 NEG 0.7 ± 0.4 06±05 7.5 10/9/97 

229 22 229 6 I Room-6 C Window Apron Intact Wood Beige 0.32 ± 0.27 NEG 0.6 ± 0.4 OJ ±O 3 4.3 10/9/97 

230 22 230 6 I Room-6 C Window Apron Intact Wood Beige OJ4±0.27 NEG 0.3 ± 0.4 03 ± 0.3 4.3 10/9/97 

231 22 231 6 I Room-6 C Window Stool Intact Wood Beige 041 ±0.38 NEG 0.8 ± 0.4 0.4 ± 0.4 5.6 10/9/97 

232 22 232 6 I Room-6 C Window Stool Intact Wood Beige 0.420100.49 NEG 0.5 ± 0.4 0.4 ± 0.5 71 10/9/97 

233 22 233 6 I Room-6 C Window Casing Intact Wood Beige 0.32 ± 0.23 NEG 06 ± 0.4 0.3 ± 0.2 3.8 10/9/97 

234 22 234 6 I Room-6 C WindGw Casing Intact Wood Beige 0.47 ± 0 37 NEG OJ ± 0.4 0.5 ± 0 4 54 10/9/97 

235 22 235 6 1 RGom-6 C Window Sash Intact Wood Heige 0.94%0.49 POS 1.9 ± 0.5 UI:l:0.5 6.2 10/9197 

236 22 236 6 I Room-6 C Window Sash Intact Wood Heige 0.54 ± 0.50 POS 3.0±0.8 3.0±0.8 4.4 1019197 

237 22 237 6 1 Room-6 C Window Mullion Intact Wood Heige 1.27 ± 1.40 POS 4.8 ± 1.2 4.~::I: 1.2 8.7 1019/97 

238 22 238 6 1 RGom-6 C Window Mullion Intact Wood Heige 0.20±0.57 POS 4.8± 1.7 4.~: ± 1.7 2.3 1019197 

239 22 239 6 I Room-6 C Door Ooor Intact Wood Beige 0.51 ± 0.23 NEG 1.0 ± 0.4 05±0.2 3.4 10/9/97 

240 22 240 6 1 RGGm-6 C Door Door Intact WOGd Beige 0.37 ±0.20 POS 2.2 ± 0.6 2.2: ± 0.6 2.8 1019197 

241 22 241 6 1 Room-6 C Door DGGr Intact Wood Beige 0.43 ±0.22 POS 2.UO.5 2.1 ± 0.5 3.4 1019197 

242 22 242 6 I Room-6 C Door Casing Intact Wood Beige 0.37 ± 0.28 NEG 0.3 ± 0.4 0.4 ± 0.3 4.4 10/9/97 

243 22 243 6 I Room-6 C Ooor Casing Intact Wood Beige 0.26 ± 019 NEG 0.2 ± 0.4 0.3 ± 0 2 33 10/9/97 

244 22 244 6 I Room·6 C Door Jamb Intact Wood Beige 001±0.1O NEG 0.1 ±o 8 O.O±O.I 10 10/9/97 

245 22 245 6 I ROGm-6 C Door Jamb Intact Wood Beige 0.03 ±0.21 NEG -0.2 ± 0.7 0001002 1.1 10/9/97 

246 22 246 6 I Room-6 A Ooor Door Intact Wood Beige 067 ± 0.28 NEG 0.6 ± 0.4 0.7010 0 3 3.8 10/9/97 

247 22 247 6 I Room-6 0 Door Ooor Intact Wood Beige 041 ± 0 30 NEG -0.2 ± 0 4 0.4 ± 0.3 46 10/9/97 

248 22 248 6 I Room-6 H Closet Door Intact Wood Beige 0.36 ± 0.15 NEG 0.4 ± 0.4 0.4 ± 0.2 2.4 10/9/97 

249 22 249 6 I Room-6 B Closet Door Intact Wood Beige 043±0 15 NEG 05 ± 0.4 04,±02 23 10/9197 

250 22 250 6 I Room-6 B Closet Casing Intact Wood BeIge 023 ± 013 NEG 0.0 ± 0 8 0201001 II 10/9/97 

151 22 251 6 I Room·6 B Closet Casing Intact Wood Beige 020 ± 0 15 NEG -03010 0 7 02±02 14 10/9/97 

152 22 252 6 I Room-6 B Closet Jamb Intact Wood Beige 049±021 NEG 0.2 ± 0.4 05: ± 0.2 3 I 1019/97 

!53 22 253 6 I Room-6 B Closet Jamb Intact Wood Heige 048 ± 0.23 NEG 0.0 ± 0.4 0.5 ± 0.2 3.3 1019197 

!54 22 254 6 I Room-6 0 Closet Baseboard Intact Wood Beige 024±018 NEG 0.2 ± 0.5 0.2:±0.2 2.3 10/9197 

:55 22 255 6 I Room-6 D Closet Baseboard Intact Wood Beige 0.32 ± 0.18 NEG 0.2 ± 0.4 o 3± 0.2 2.9 10/9/97 

56 22 256 6 I Room-6 0 Closet Shelf Intact Wood Beige o 02 ± 0.30 NEG -0.5 ± 0.7 00±03 12 10/9/97 

57 22 257 6 I Room-6 0 Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -03±0.7 o.o± 0.1 1.0 10/9197 

58 22 258 6 1 Room-6 D CIGset Wall Intact Drywall Beige 3.05 ± 1.16 POS 3.3 ± 1.0 3.1 ± 1.2 3.8 10/9197 

59 22 259 6 1 ROGm-6 D Closet Wall Intact Drywall Heige 1.53 ± 0.54 POS 1.8± 0.7 Ui±0.5 3.2 1019197 

SO 22 260 6 I Room-6 0 Radiator Housing Intact Wood Beige OOO±O.IO NEG 0.1 ±0.7 O.O± 0.1 1.0 10/9/97 

II 22 261 6 I Room-6 D Radiator Housing Intact Wood Beige 0.00 ± 0.12 NEG 0.1 ± 0 5 O.O± 0 I 1.0 10/9/97 

,2 22 262 6 I Room-6 0 Radiator Radiator Intact Wood Varnish 0.00 ± 0.10 NEG 0.2 ± 0.8 OO±O.l 1.0 1019/97 

;3 22 263 6 I Room-6 0 Radiator RadIator Intact Wood Varnish 0.02±0 10 NEG -0.1 ± 0.6 0.0 ± 0.1 2.6 10/9/97 

,4 22 264 6 I Bath-2 0 Radiator Housing Intact Wood BeIge 0.03 ± 0 21 NEG -07 ± 0 7 00±02 1.0 10/9/97 

5 22 265 6 I Bath-2 A Radiator Housing Intact Wood Beige 003010010 NEG 0.1 ± 0 7 OCl±OI 1.0 10/9197 

6 22 266 6 I Bath-2 A Radiator Radiator Intact Metal Beige 0.59 ± 0.19 NEG 0.9 ± 0.6 0.6 ± 0 2 2.8 10/9/97 

7 22 267 6 I Bath-2 A Radiator Radiator Intact Metal Beige 0.19±0.18 NEG -0.2 ± 0 9 l\ 1'.J,. {\.., 

8 22 268 6 I Bath-2 A Wall Wan Intact Drvw" II J:lD;F?~ 

~ 22 269 '" I Bath-2 C Wall ,'1 ~ II 



e: 22 Date: 10/15/97 
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No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combinl~d DI Date Note 
t70 22 270 6 I Bath-2 C !Door Door Intact Wood Beige 0.65±021 NEG 0.4 ± 0 4 0.7 ± 0.2 28 10/9/97 
m 22 271 6 I Bath-2 C Door Door Intact Wood Beige 058 ± 0.22 NEG 0.8 ± 0.4 0.6 ± 0.2 3.0 10/9/97 
272 22 272 6 I Bath-2 C Door Casing Intact Wood Beige 0.47±0 17 NEG 0.1 ± 0.4 05±02 24 10/9/97 
273 22 273 6 I Bath-2 C Door Casmg Intact Wood Beige 046±0 18 NEG 00±04 05±02 27 10/9/97 
274 22 274 6 I Bath-2 C Door Jamb Intact Wood Beige 0.48 ± 0.16 NEG 09±04 (15 ± 0.2 2.4 10/9/97 
275 22 275 6 I Bath-2 C Door Jamb Intact Wood Beige 042±0 18 NEG 0.5 ± 0.4 0.4 ± 0 2 2.7 10/9/97 
276 22 276 6 I Bath-2 A Window Stool Intact Wood Beige 0.68 ± 0.29 NEG I I ± 04 07±03 3.9 10/9/97 
277 U 277 6 I Bath-2 A Window Stool Intact Wood Beige 0.76 ± 0.21 POS 1.3 ± 0.3 1.32,0.3 3.9 10/9197 
278 22 278 6 I Bath-2 A Window Stool Intact W('od Beige 0.59 ± 0.16 POS 1.1 ± 0.3 J.I ± 0.3 3.3 1019197 
279 22 279 6 I Bath-2 A Window Casing Intact Wood Beige 0.77 ± 0 24 NEG 0.5 ± 0 4 0.8 ± 0 2 30 10/9/97 
280 22 280 6 I Bath-2 A Window Casing Intact Wood Beige 048±0.14 NEG 0.5 ± 0.4 (15 ± 0.1 20 10/9/97 
281 22 281 6 1 Bath-2 A Window Sash Intact Wood Beige 0.65 ± 0.54 POS 2.6 ± 0.9 l:.6±0.9' 3.8 10/9197 
282 22 282 6 1 Bath-2 A Window Sash Intact Wood Beige 0.64 ±0.40 POS 2.4 ± 0.7 l:.4±0.7 3.9 1019197 
283 22 283 6 1 Bath-2 A Window Mullion Intact Wood Beige 0.90±0.51 POS 2.6 ± 0.8 l:.6 ± 0.8: 4.0 1019/97 
284 22 284 6 1 Bath-2 A Window Mullion Intact Wood Beige 1.13 ± 1.26 POS 5.6± 1.9 !i.6± 1.91 3.5 1019197 
285 22 285 6 I Bath-2 0 Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG 00±0.7 O.O±O I 1.0 10/9/97 
286 22 286 6 I Bath-2 0 Cabinet Door-Out Intact Wood Beige 000±O.10 NEG 0.1 ±0.6 0.0 ± 0.1 1.0 10/9/97 
287 22 287 6 I Bath-2 0 Cabinet Door-Ins Intact Wood Beige 0.01±0.10 NEG -05 ± 0 6 0.0 ± 0.1 2.0 10/9/97 
288 22 288 6 I Bath-2 0 Cabinet Door-Ins Intact Wood Beige 0.00±0 10 NEG -0.4 ± 0.6 O.O±O.I 1.0 10/9/97 
289 22 289 6 I Bath-2 0 Cabinet Inside Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0.5 O.O±O.I 1.0 10/9/97 
290 22 290 6 I Bath-2 0 Cabinet Inside Intact Wood Beige O.OO±O.IO NEG -0.6 ± 0.6 O.O±O.I 1.0 10/9/97 
291 22 291 6 I Shutter Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0.0 O.O± 0.0 0.0 10/9/97 
292 22 292 6 I Calibrate-I Clilibrate Calibrate 0.94 ± 0.10 NEG 0.5 ± 0.5 0.9±0.1 1.0 10/9/97 
293 22 293 6 I Calibrate-2 Ollibrate Calibrate 0.94 ±0.20 NEG 0.6 ± 0.4 0.9 ± 0.2 2.0 10/9/97 
294 22 I 3 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 OO± 0.0 0.0 10/8/97 
295 22 2 3 1 Calibrate-l Cillibrate Calibrate 1.12 ± 0.16 POS 0.8±0.5 11.1 ±0.2: 1.1 10/9197 
296 22 3 3 1 Calibrate-2 CSllibrate Calibrate 1.08:0.15 POS 0.7 ± 0.5 ]1.1 ±0.2 1.1 10/9/97 
297 22 4 3 1 Calibrate-3 CSllibrate Calibrate 1.08 ±0.25 POS 0.5±0.4 11.1 ±0.3, 2.2 1019197 
298 22 5 3 1 Room-2 A W:III1-Upr Wall Intact Drywall Beige 1.19 ± 1.11 POS 4.8 ± 1.8 4.8 ± 1.8: 10.0 10/9197 
299 22 6 3 1 Room-2 B W:III-Upr Wall Intact Drywall Beige 0.10= 0.24 POS 2.1 ± 0.6 lU=O.~: 5.6 1019/97 
300 22 7 3 1 Room-2 C WlllI-Lwr Wall Intact Wood Beige 1.02 ± 0.70 POS 0.7=0.5 11.0±0.7' 10.0 10/9197 
301 22 8 3 I Room-2 0 W,III1·Lwr Wall Intact Wood Beige o 59± 0.60 NEG 0.9 ± 0.5 o 6± 0.6 7.2 10/9/97 
302 22 9 3 I Room-2 A W,all-Lwr Wall Intact Wood Beige 021 ±0.40 NEG 1.0 ± 0.4 0.2 ± 0.4 6.2 10/9/97 
303 22 10 3 I Room-2 A Door-I Door Intact Wood Beige 0.33 ± 0.36 NEG 0.6 ± 0.4 0.3 ± 0.4 4.7 10/9/97 
304 22 \1 3 I Room-2 A Door-I Door Intact Wood Beige 0.40 ± 0.39 NEG 0.7 ± 0.4 0.4 ± 0 4 5.2 10/9/97 
305 22 12 3 1 Room-2 A noor-I Mullion Intact Wood Beige 0.34 ± 0.13 POS 1.3 = 0.3 11.3 ± 0.3, 2.8 10/9197 
306 22 13 3 I Room-2 A noor-I Mullion Intact Wood Beige 0.39 =0.16 POS 1.4 ± 0.3 llA ± 0.3, 3.4 1019197 
307 22 14 3 ] Room-2 A Door-\ Casing Intact Wood Beige 0.46 ± 0.32 NEG 0.5 ± 0 4 0.5 ± 0 3 4.5 10/9/97 
308 22 15 3 I Room-2 A Door· I Casing Intact Wood Beige 0.19±0.19 NEG 04 ± 0.4 0.2 ± 0.2: 2.9 10/9/97 
309 22 16 3 I Room-2 A Door· I Jamb Intact Mc~tal Beige 0.06 ± 019 NEG 0.2 ± 0 6 0.] ± 0.2: 1.8 10/9/97 
310 22 17 3 I Room-2 A Door· I Jamb Intact MI~tal Beige 0.05 ± 0.42 NEG 0.0 ± 0.7 0.1 ±04 2.1 10/9/97 
311 22 18 3 I Room-2 C Door-2 Casmg Intact Wood Beige 0.31 ± 0.24 NEG 0.6 ± 0.4 0.3 ± 0 2: 35 10/9/97 
312 22 19 3 ] Room-2 0 Door-3 Door Intact Wood Beige 0.33 ± 0.20 NEG 0.4 ± 0 4 0.3 ± 0.2: 30 10/9/97 
313 22 20 3 I Room-2 0 Door-3 Jamb Intact Wood Beige 0.40 ± 0.21 NEG 0.8 ± 0.4 0.4 ± 0.2 3.0 10/9/97 
314 22 21 3 1 Room-2 C Door-2 Jamb Intact Wood Beige 044± 0 38 NEG 0.6 ± 0.4 0.4 ± 0.4 5.1 10/9/97 
315 22 22 3 I Room-2 0 Entranceway Casing Intact Wood Beige 0.50 ± 0.28 NEG 0.6 ± 0.4 05 ± 0.3: 3.7 10/9/97 
316 22 23 3 I Room·2 0 Entranceway Casing Intact Wood Beige 0.27 ± 0.27 NEG 0.5 ± 0.4 O.3±0.J: 40 10/9/97 
317 22 24 3 I Room-2 0 Entranceway Jamb Intact Wood Beige 0.27 ± 0.58 INCOM 04 ± 0.6 OJ ± 0.6 4.] 10/9/97 
318 22 25 3 1 Room-2 0 Entranceway Jamb Intact Wood Beige 0.32 ± 0.43 NEG 0.4 ± 0.4 0.3 ± 0.41 5.7 10/9/97 
319 22 26 3 1 Room-2 0 Entranceway Jamb Intact Wood Beige 042 ± 0.48 NEG -0.1 ± 0 4 0.4 ± 0.5 5.8 10/9/97 
320 22 27 3 I Room-2 B Window-\ Apron Intact Wood Beige 0.30 ± 0.23 NEG 0.1 ± 0 4 0.3 ± 0.2: 34 10/9/97 
321 22 28 3 I Room-2 B Window-2 Apron Intact Wood Beige 0.00 ± 0.13 NEG -0.1 ± 0 6 O.O±O.I 1.0 10/9/97 
322 22 29 3 I Room-2 B Window·2 Stool Intact Wood Beige O.OH 0.11 NEG 0.6 ± 0.4 O.O±O.I 1.2 10/9197 
323 22 30 3 I Room-2 B Window-I Stool Intact Wood Beige 0.41 ± 0.40 NEG 05 ± 0.4 0.4 ± 0.4 4.7 10/9/97 
324 22 31 3 I Room-2 B Window-I Casing Intact Wood Beige 053 ± 0.32 NEG 0.5 ± 04 () 5 ± 0.3: 4.3 10/9/97 
325 22 32 3 I Room-2 B Window-2 Casing Intact Wood Beige 036 ± 0.45 NEG 0.5 ± 0.4 04±05: 7.8 10/9/97 
326 22 33 3 1 Room-2 B Window-2 Sash Intact Wood Beige 0.53 ±0.43 POS 1.8 ± 0.5 11.8±0.~; 5.4 10/9197 
327 22 34 3 I Room-2 B Window-I Sash Intact Wood Beige 0.59 ± 0.44 POS 3.5 ± 1.1 ,loS ± 1.1 2.8 1019197 
328 22 35 3 1 Room-2 B Window-I Trough Poor Wood Beige 2.04±4.06 POS 14.4 ± 3.3 14.4± 3.31 6.1 1019/97 
329 22 36 3 I Room-2 B Window-I Trough Poor Wood Beige 2.45± 3.64 POS 11.7 ± 2.9 111.7 = 2J1 4.9 10/9/97 
330 22 37 3 1 Room-2 B Window-2 Mullion Fair Wood Beige 0.76 ± 0.37 POS 2.3 ±0.6 2.3 ± O.~i 4.2 1019/97 
331 22 38 3 1 Room-2 B Window-2 Mullion Fair Wood Beige 0.64 ± 0.50 POS 3.2 ±0.9 :1.2 ± O.SI 3.1 10/9197 
332 22 39 3 I Room-2 B Wmd!Door Boxing Intact Wood Beige 0.37 ± 0.19 NEG 0.2 ± 0.4 0.4 ± 0.2 2.6 10/9/97 
333 22 40 3 1 Room-2 A Wi IOdlDoo I" Boxing Intact W'lod Beige 1.14 ± 0.47 POS 1.3 ± 0.5 :l.l =O.S 4.6 10/9/97 
334 22 41 3 I Room-2 B Wmd!Dool' Boxmg Intact Wood Beige 0.18±025 NEG ·0.4 ± 0.7 02±031 18 10/9/97 
335 22 42 3 I Room-2 B Fireplace Mantle Intact Wood Beige 0.47 ± 0.42 NEG 03±0.4 0.5 ± 0.41 5.3 10/9/97 
336 22 43 3 I Room-2 B Fireplace Mantle Intact Wood Beige 044 ± 0 50 NEG 05±04 0.4 ± 0 5 6.3 10/9/97 
337 22 44 3 I Room-2 B Fireplace Trim-Upr Intact Wood Beige 062 ± 0.57 NEG 0.3 ± 0 4 o 6± 0.6 6.7 10/9/97 
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338 22 45 3 I Room-2 B Fireplace Trim-Upr Intact Wood Beige 0.33 ± 0.19 NEG 04i04 0.3 ± 0.2 2.9 10/9/97 
339 22 46 3 I Room-2 B Fneplace Trim-Lwr Intact Brick Beige 006±0.1O NEG -0.1 i 0.9 01±01 5.0 \()/9/97 
340 22 47 3 I Room-2 B Fireplace Trim-Lwr Intact Brick Beige 000±015 NEG 0.1 i 1.0 o o± 0.2 1.0 10/9/97 
341 22 48 3 I Room-2 A Radlator-2 Housing Intact Wood Beige O.OO±O.IO NEG -04±0.7 O.O± 0.1 1.0 10/9/97 
342 22 49 3 I Room-2 B Radiator-2 Housing Intact Wood Beige 001±0.12 NEG -02 ± 0.7 O.O± 0.1 1.0 \()/9/97 
343 22 50 3 I Room-2 B Radiator-2 Radiator Fair Metal Beige 0.32 ± 0.31 INCOM l.3±1.l I 3± I I 10.0 10/9/97 
344 22 51 3 I Room-2 B Radiator-2 Radiator Fair Metal Beige 0.08 ± 0 27 NEG 0.2 ± 0.9 0.1 ± 0.3 5.0 10/9/97 
345 22 52 3 I Room-2 B Radiator-2 Radiator Fair Metal Beige 0.20 ± 0.22 NEG -0.6 ± I I -06±\.I 10.0 10/9/97 
346 22 53 3 I Room-2 A Wall Chair-rail Intact Wood Beige 0.37 ± 0 52 NEG 05±04 0.4 ± 0.5 6.9 10/9/97 
347 22 54 l 1 Room-2 D Wall Chair-rail Intact Wood Beige 0.56 ±0.37 POS 1.4 ,*, 0.4 1.4 ± 0.4 10.0 1019/97 

348 22 55 3 I Room-2 B Wall ChaIr-rail Intact Wood Beige 079 ± 052 NEG 0.9 ± 0.3 09±03 100 10/9/97 

349 22 56 3 I Room-2 B Wall Baseboard Intact Wood Beige 0.46 ± 0.50 NEG 03 ± OJ 0.5 ± 0.5 7.11 10/9/97 
350 22 57 3 I Room-2 C Wall Baseboard Intact Wood Beige 0.20 ± 0.25 NEG o 4± 0.4 0.2 ± 0.3 3.7 10/9197 

351 22 58 3 I Room-2 C Floor Floor Intact Wood Other 000±0.18 NEG 0.2 ,± 0.7 O.O± 0.2 1.0 10/9197 

352 22 59 3 I Room-2 B Floor Floor Intact Wood Other 0,0\ ± 010 NEG 03 ± 0.7 O.O±O.I 10 1019197 

353 22 60 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 00 t 0.0 O.O± 0.0 0.0 10/9197 

354 22 61 3 I Calibrate-I Calibrate Calibrate 0.99 ± 0.11 NEG I I ,± 0.5 1.0± 0.1 1.0 10/9197 

355 22 62 3 1 Calibrate-2 Calibrate Calibrate 1.13 ± 0.27 POS 0.9,*,0.5 1.1 ± O.l U 1019197 

356 22 63 3 1 Calibrate-l Calibrate Calibrate 1.09±0.26 POS 0.3,*,0.4 1.1 ± O.l 2.'! 1019197 

357 22 64 l 1 Room-3 A Wall-Upr Wall Intact Drywllll Beige 1.11 ± 0.79 POS 2.0,*, 0.5 2.0 ± 0.5 9.n 1019197 

358 22 65 3 1 Room-3 D Wall-Upr Wall Intact DrywlllI Beige 0.84 ±0.51 POS 1.2,*,0.4 1.2 ± 0.4 9.0 1019197 

359 22 66 3 I Room-3 C Wall-Lwr Wall Intact Wood Beige 0.46 ± 0.51 NEG 0.5 ,± 0.4 0.5 ± 0.5 63 1019/97 

360 22 67 3 I Room-3 B Wall-Lwr Wall Intact Wood Beige 0.62 ± 0.70 NEG 04i04 0620 0.7 7.9 10/9/97 

361 22 68 3 I Room-3 A Door-I Casing Intact Wood Beige 0.27 ± 0.16 NEG 03 i04 0.3 ± 0.2 2.6 10/9197 

362 22 69 3 I Room-3 0 000r-2 Casing Intact Wood Beige 035 ± 0.33 NEG O.I± 0 4 042003 4 ~; 10/9/97 

363 22 70 3 I Room-3 0 000r-2 Jamb Intact Wood Beige 0.53 ± 0.25 NEG 00i04 0.5 ± 0.3 n 10/9/97 

364 22 71 3 I Room-3 A Ooor-I Jamb Intact Wood Beige 043 ± 0 28 NEG O.3i 0.4 0.4 ± 0.3 3.9 10/9/97 

365 22 72 3 I Room-3 B Window Apron Intact Wood Beige 079 ± 0.29 NEG 091004 08 ± 0.3 34 10/9/97 

366 22 73 3 I Room-3 C Window Apron Intact Wood Beige 0.26 ± 0.16 NEG 0.8i 0.4 0.3 ± 0.2 2.~; 10/9/97 

367 22 74 3 I Room-3 C Window Stool Intact Wood Beige 0.16 ± 0.24 NEG 0.1< 0 6 02±02 2.11 1019/97 

368 22 75 3 I Room-3 B Window Stool Intact Wood Beige 0.38 ± 0.32 NEG O.3i 0.4 0.4 ± 0.3 4.11 1019197 

369 22 76 3 I Room-3 B Window-3 Casing Intact Wood Beige 0.53 ± 0.29 NEG O.3i 0 4 0.5 ± 0.3 3.n 10/9/97 

370 22 77 3 I Room-3 C Window-4 Casing Intact Wood Beige o 10±0 16 NEG -OH07 0.1 ±0.2 1.4 10/9197 
371 22 78 3 1 Room-l C Window-4 Sash Intact Wood Beige 0.58 ±0.52 POS 3.0,*,0.9 3.0±0.9 l.:I 1019197 

372 22 79 l 1 Room-3 B Window-l Sash Intact Wood Beige 0.42 ± 0.17 POS 1.8,~ 0.5 1.8± 0.5 3.0 1019197 

373 22 80 3 1 Room-l B Window-I Trough Poor Wood Beige »5.0± 1.00 POS 13_3 ,*, 3.1 13.l± l.1 3.«; 10/9197 

374 22 81 l 1 Room-3 B Window-l Trough Poor Wood Beige 4.50± 1.60 POS 14.3,~ 3.1 4.5± 1.6 l.4 1019197 

375 22 82 3 I Room-3 C Window-S Mullion Intact Wood Beige 0.61 ± 0.34 POS 1.9,~ 0.5 1.9 ± 0.5 4.4 10/9197 

376 22 83 3 I Room-3 C Wtndow-6 Mullion Intact Wood Beige 0.28 ± 0.18 NEG 0.6,< 0.4 0.3 ± 0.2 2.9 10/9197 

377 22 84 3 I Room-3 C Window-8 Mullion Intact Wood Beige 0.30 ± 0.22 NEG 0.6,.0.4 OJ ± 0 2 33 1019/97 

378 22 85 3 I Room-3 B Window Boxing Intact Wood Beige 0.00±0.14 NEG -0 7i 0.5 O.O± 0.1 1.0 10/9/97 

379 22 86 3 I Room-3 C Window Boxing Intact Wood Beige 0.00 ± 0.10 NEG 02i05 O.O±O.I 1.0 10/9197 

380 22 87 3 I Room-3 A Wall-Patch I'xl' Intact Wood Beige 0.10±0.31 NEG 1.0i 0 4 01 ± 0.3 4.5 10/9197 

381 22 88 3 I Room-3 A Wall-Patch I'xl' Intact Wood Beige 0.\3 ± 0.24 NEG 10 i 0.5 0.1 ±0.2 6.8 10/9/97 

382 22 89 3 I Room-3 B Floor Floor Intact Wood Varnish 0.00±0.19 NEG O.li 0 7 O.O± 0.2 l.() 10/9197 

383 22 90 3 1 Room-3 C FloOf Floor Intact Wood Varnish O.OO±O.IO NEG -05< 06 O.O± 0 I 10 10/9/97 

384 22 91 3 I Room-3 C Wall Baseboard Intact Wood Beige o 15±0.\3 NEG 03i04 0.2±0 I 2.11 10/9/97 

385 22 92 3 I Room-3 B Wall Baseboard Intact Wood Beige 020 ± 0.20 NEG 04i04 0.220 0 2 32 10/9/97 

386 22 93 3 I Room-3 B Wall Chalf-fail Intact Wood Beige 055 ± 0.41 NEG 05,i04 0.620 0 4 5.2 10/9197 
,87 22 94 3 I Room-3 C Wall Chair-rail Intact Wood Beige 0.70 ± 0.59 NEG 091004 0.7 ± 0.6 75 10/9197 
188 22 95 l 1 Room-4 C Wall-Upr Wall-Upr Intact Dryw~lll Beige 0.76 ± 0.61 POS 1.9,*,0.6 1.9± 0.6 9.4 1019197 

189 22 96 3 1 Room-4 D Wall-Upr Wall-Upr Intact DrywBlll Beige 1.32 ±0.90 POS 1.9 ,r 0.5 1.9± 0.5 10.0 1019197 

190 22 97 3 I Room-4 B Wall-Lwr Wall-Lwr Intact Wood Beige 0.36 ± 0.53 NEG O.li 0.4 0.4 ± 0.5 65 1019197 

91 22 98 3 I Room-4 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.55 ± 0.46 NEG 06,.0.3 o 6± 0.3 9.11 10/9/97 

92 22 99 3 I Room-4 0 000r-3 Door Intact Wood Beige 0.33 ± 0.19 NEG 04<04 03 ± 0.2 2.9 10/9197 

93 22 100 3 ) Room-4 0 000r-3 Door Intact Wood BeIge 019±020 NEG 01 ,i 0.7 0.2 ± 0 2 17 10/9/97 

94 22 101 3 I Room-4 0 00or-3 Castng Intact Wood Beige 045±024 NEG 03,.04 05±02 3.4 1019/97 

95 22 102 3 I Room-4 0 00or-3 Casing Intact Wood Beige 053 ± 0.32 NEG 00 ,i 0.4 0.5 ± 0 3 4.2 10/9197 
~6 22 103 3 I Room-4 0 000r-3 Jamb Intact Wood Beige 047200.46 NEG 09,.0.5 05 ± 0.5 5.11 10/9/97 

n 22 104 3 I Room-4 B Ooor-I Casing Intact Wood Beige 0.33 ± 0.30 NEG 02,<0.4 0.3 ± 0 3 4.2 1019197 
18 22 105 3 I Room-4 B 000r-2 Casing Intact Wood Beige 0.47±027 NEG 04<04 0.5 ± 0.3 3 II 1019/97 
/9 22 106 3 I Room-4 B Door-2 Jamb Intact Wood Beige 042 ± 0.26 NEG 0.9,i04 04 ± 0.3 3.7 10/9197 
10 22 \07 3 I Room-4 B Ooor-I Jamb Intact Wood Beige 0.62 ± 0.40 NEG 03 ,r 0.3 0.6 ± 0.4 H 10/9/97 
II 22 108 3 I Room-4 A Entranceway Casing Intact Wood Beige 0.28 ± 0.25 NEG 04 o' 0.4 03±03 3 -, 10/9/97 .. 
2 22 109 3 I Room-4 A Entranceway Casing Intact Wood Beige 0.53 ± 0 32 NEG 06 or 0.4 05±03 4.2 10/9197 
3 22 110 3 I Room-4 A Entranceway Jamb Intact Wood Beige 046±0.29 NEG 0.1:1: 0 4 05±01 10 

4 22 III 3 I Room-4 A Entranceway Jamb Intact Wood Beivl" n ,,)O..J n ..... ., 

5 22 112 3 I Room-4 C Window Aro ...... -



e: 22 Date: 10115197 
uges (NEG<INC<POS): Devic:e PCS 

~o Site XLNo Insp Fir Room Side Stlrc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
06 22 113 3 I Room-4 C Window Apron Intact Wood Beige 0.59 ± 0 36 NEG 0.3 ± 0.4 0.6± 04 4.6 10/9197 
,07 22 114 3 I Room-4 C Window Stool Intact Wood Beige o 03± 0 44 NEG -0 I ± 06 0.0 ± 0.4 13 10/9/97 
108 22 115 :I I Room-4 C Window Stool Intact Wood Beige 038 ± 0.47 NEG 08 ± 0.5 04±05 57 10/9/97 
m9 22 116 :I I Room-4 C Window Casing Intact Wood Beige 054 ± OJ9 NEG 0.2 ± 0 4 0.5 ± 0.4 50 10/9/97 
110 22 l\I :I I Room-4 C Window Casing Intact Wood Beige 069 ± OJ6 NEG 0.5 ± 0.4 0.7 ± 0.4 44 10/9/97 
III 22 l1fi: 21 I Room-4 C Window-2 Sash Intact Wood Beige 0.92 ± 0.44 POS 2.2± 0.5 2.2 ± 0.5 4.9 10/9/97 
tl2 22 11g1 21 1 Room-4 C Window-l Sash Intact Wood Beige 0.43 ± 0.51 POS 2.S±0.8 2.8 ± O.S 4.1 10/9/97 
413 22 120 " 1 Room-4 C Window-2 Trough Poor Wood Beige 4.18± 1.92 POS 16.1± 3.3 16.1± 3.3 7.1 1019197 
414 22 lZl " 1 Room-4 C Window-2 Trough Poor Wood Beige 4.12± 1.97 POS IS.I ±3.4 IS.1± 3.4 5.4 10/9197 
415 22 122 ~I I Room-4 C Window-2 Mullion Intact Wood Beige 1.07 ± 0.3S POS 1.8 200.5 1.1 20 0.4 4.1 10/9197 
416 22 123, 21 I Room-4 C Window-I Mullion Intact Wood Beige 0.59200.19 POS 1.6200.4 1.620 0.4 3.6 1019197 
417 22 124 :I I Room-4 C Window BOXing Intact Wood Beige 0.00 ± 0.13 NEG 0.1 ± 0.5 O.O± 0 I 10 10/9/97 
418 22 125 3 I Room-4 C Window Boxing Intact Wood Beige 00020 0.13 NEG -0.5 ± 0.5 O.O± 0.1 1.0 10/9/97 
419 22 126 3 I Room-4 C Cabinet-1-Lwr Door-Out Intact Wood Beige 0.32 ± 0.23 NEG 0.6 ± 0.4 0.3± 02 33 10/9/97 
420 22 127 ,I I Room-4 C Cabinet-I-Lwr Door-Out Intact Wood Beige 027 ± 015 NEG 0.7 ± 0.4 0.3 ± 0.2 2.4 10/9/97 
421 22 128 31 I Room-4 C Cabinet-I-Lwr Door-Ins Intact Wood Beige 0.93 ± 0.35 NEG 0.7 ± O.S 0.9 ± 0.4 3.9 10/9/97 
422 22 129 3 I Room-4 C Cabinet-I-Lwr Inside Intact Wood Beige 0.23 ± 0.20 NEG 01 ± 0.5 0.2 ± 0.2 22 10/9/97 
423 22 130 3 1 Room-4 C Cabinet-1-Lwr Inside Intact Wood Beige 0.16 ± 0.25 NEG -0.2 ± 0 5 0.2 ± 0.3 2.4 10/9/97 
424 22 131 31 I Room-4 C Cabinet-I-Lwr Shelf Intact Wood Beige 0.57 ± 0.43 NEG 0.1 ± 04 0.6 ± 0.4 5.4 10/9/97 
425 22 J32 3 I Room-4 C Cabinet-I-Lwr Shelf Intact Wood Beige 042 ± 0.27 NEG 0.7 ± 0.4 0.4 ± 0 3 3.7 10/9/97 
426 22 133 31 I Room-4 C Cabinet-I-Lwr Wall Intact Wood Beige 0.34 ± 0.21 NEG 04 ± 0.4 0.3 ± 0.2 3.1 10/9/97 
427 22 134 3i I Room-4 C Cabinet-I-Lwr Wall Intact Wood Beige 0.22 ± 0.14 NEG 04 ± 0.4 0.2 ± 0.1 22 10/9/97 
428 22 135 l' I Room-4 C Cabinet-I-L wr Floor Intact Wood Beige 061±0.31 NEG 0.6 ± 0 4 0.6 ± 0.3 3.9 10/9/97 -' 
429 22 136 31 I Room-4 C Cabinet-I-Lwr Floor Intact Wood Beige 0.41 ± 0.23 NEG OJ ± 0.4 0.4 ± 0 2 3.3 10/9/97 
430 22 137 l' I Room-4 C Cabmet-2 Door-Out Intact Wood Beige 0.03 ± 010 NEG 0.2 ± 0.4 o.o± 0.1 10 10/9/97 -' 
431 22 138 3 I Room-4 C Cabinet-2 Door-Out Intact Wood Beige 006±0.42 NEG -0.1 ± 0.5 0.1 ±0.4 17 10/9/97 
432 22 139 l' I Room-4 C Cabinet-2 Door-Ins Intact Wood Beige 023 ± 0.10 NEG 0.1 ± 0.7 0.1 ±0.7 9.2 10/9/97 .' 
433 22 140 31 I Room-4 C Cabinet-2 Door-Ins Intact Wood Beige 005 ± 0.48 NEG -0.4 ± 0 7 0.1 ± 05 1.9 10/9/97 
434 22 141 3 I Room-4 C Cabinet-2 Inside Intact Wood Beige 0.37 ± 0.21 NEG 0.1 ± 0.4 0.4 ± 0.2 31 10/9/97 
435 22 142 31 I Room-4 C Cabinet-2 Inside Intact Wood Beige o S3 ± 0.27 NEG 0.3 ±04 0.5 ± 0.3 3.6 10/9/97 
436 22 143 3, 1 Room-4 C Cabinet-2 Shelf Intact Wood Beige 0.11 ± 0.40 NEG -02±0.6 0.1 ± 0.4 27 10/9/97 
437 22 144 31 I Room-4 C Cabinet-2 Shelf Intact Wood Beige 033±0 17 NEG 0.1 ±0.4 o 3± 0.2 2.S 10/9197 
438 22 145 ), 1 Room-4 C Cabinet-2 Wall Intact Wood Beige 0.76 ± 0.34 NEG 0.4 ± 0.5 0.8 ± 0.3 4 I 10/9/97 
439 22 146 ), I Room-4 C Cabinet-2 Wall Intact Wood Beige 0.72 ±0.29 NEG 0.7 ± 0.4 0.7± 0.3 3.4 10/9/97 
440 22 147 ), I Room-4 C Cabinet-2 Floor Intact Wood Beige 0,72± 0.35 NEG 0.7 ±0.4 0.7 ± 0.4 4.1 10/9/97 
441 22 148 ), 1 Room-4 C Cabinet-2 Floor Intact Wood Beige 0.90±0.31 NEG 0.5 ± O.S 09 ± 0.3 3.4 10/9197 
442 22 149 ), I Room-4 C Cabinet-2 Casing Intact Wood Beige 0.16±0.12 NEG 0.2 ± 0.4 0.2 ± 0.1 2.1 10/9/97 
443 22 150 3 I Room-4 C Cabinet-2 Casing Intact Wood Beige 0.60± 0.27 NEG 0.7 ± 0.4 0.6 ± 0.3 35 10/9/97 
444 22 151 3 I Room-4 A Floor Floor Intact Wood Varnish 0.00±0.10 NEG 0.4 ± 0.4 O.O±O.I 1.0 10/9/97 
445 22 152 3 I Room-4 D Floor Floor Intact Wood Varnish 000 ± 0.24 NEG -0.5 ± 0.6 O.O± 0.2 1.0 10/9/97 
446 22 153 3 1 Room-4 0 Wall Baseboard Intact Wood Beige 0.21± 0.27 NEG 0.8 ± 04 02±0.3 7.8 10/9/97 
447 22 154 3 1 Room-4 A Wall Baseboard Intact Wood Beige 0.02 ± 0.10 NEG I.t ± 0.5 O.O± 0.1 I.t 10/9/97 
448 22 155 3 I Room-4 A Wall Chair-rail Intact Wood Beige 0.34 ± 0.47 NEG 0.7±0.4 0.3± 0.5 7.3 10/9/97 
449 22 156 3 I Room-4 D Wall Chair-rail Intact Wood Beige 0.71 ± 0.47 NEG 07 ± 0.3 0.7 ± 0.3 10.0 10/9/97 
450 22 157 3 I Room-4 C Radiator Housing Intact Wood Beige O.OO± 0.10 NEG -0.5 ± 0.6 O.O± 0.1 1.0 10/9/97 
4S1 22 IS8 3 I Room-4 C Radiator Housing Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0.4 O.O±O.I 1.0 10/9/97 
451 12 159 3 I Room-4 C Radiator Radiator Peeling Mellil Beige 0.34±0.23 POS 1.6200.5 1.620 0.5 10.0 1019197 
453 22 160 3 I Room-4 C Radiator Radiator Peeling Met111 Beige 0.13 ± 0.10 NEG -0.1 ± 1.0 -0.1 ± 1.0 10.0 10/9/97 
454 22 161 3 I Room-4 C Radiator Radiator Peeling Metall Beige 0.01±0.10 NEG 0.3 ± 0.8 O.O±O.I 1.0 10/9/97 
455 22 162 3 1 Room-5 C Wall Wall Intact Drywall Beige 0.06 ± 0.10 NEG 02 ± 0.8 0.1 ±0.1 5.1 10/9/97 
456 22 163 3 1 Room-5 B Wall Wall Intact Drywall Beige 0.10 ± 0.32 NEG 0.2 ± 0.7 0.1 ±0.3 5.0 10/9/97 
457 22 164 3 I Room-5 B Door Door Intact Wood Beige 0.15 ± 0.11 NEG 0.2 ± 04 02±01 1.8 10/9/97 
458 22 165 3 I Room-S B Door Door Intact Wood Beige 0.36 ± 0.21 NEG 0.2 ± 0.4 0.4 ± 0.2 3.1 10/9/97 
459 22 166 3 I Room-5 B Door Casing Intact Wood Beige 0.12±0.12 NEG 0.2 ± 0.5 0.1 ±0.1 1.5 10/9/97 
460 22 167 3 I Room-5 B Door Casing Intact Wood Beige 0.20± 0.17 NEG O.O± 0.5 0.2 ± 0.2 24 10/9/97 
461 22 168 3 I Room-S B Door Jamb Intact Wood Beige 0.17±0.19 NEG 0.8 ± 0.4 0.2 ± 0.2 3.0 10/9/97 
462 22 169 3 1 Room-5 B Door Jamb Intact Wood Beige 0.29 ± 0.25 NEG 0.7 ± 0.4 0.3± 0.3 3.7 10/9/97 
463 22 170 3 I Room-5 A Entranceway Casing Intact Wood Beige 0.39 ± 0 27 NEG OJ ± 0.4 0.4 ± 0 3 3.9 10/9/97 
464 22 171 3 I Room-5 A Entranceway Casing Intact Wood Beige 0.22 ± 0.19 NEG 0.5 ± 0.4 0.2200.2 3.1 10/9/97 
465 22 172 3 I Room-5 A Entranceway Jamb Intact Wood Beige 0.18 ± 0.23 NEG 0.2 ±0.8 0.2 ± 0.2 1.9 10/9/97 
466 22 173 3 I Room-5 A Entranceway Jamb Intact Wood Beige 0.32 ± 0 21 NEG 0.5 ± 0.4 0.3 ± 0.2 3.1 10/9/97 
467 22 174 3 1 Room-5 C Window Apron Intact Wood Beige 0.23 ± 0.21 NEG 0.4 ± 0.4 0.2 ± 0.2 3.2 10/9/97 
468 22 175 3 I Room-5 C Window Apron Intact Wood Beige 0.27 ± 0.19 NEG 0.4 ± 0.4 OJ ± 0.2 29 10/9/97 
469 22 176 3 1 Room-5 C Window Stool Intact Wood Beige 0.16±0.31 NEG 0.2 ± 0.6 0.2 ± 0.3 2.5 10/9/97 
470 22 177 3 I Room-S C Window Stool Intact Wood Beige 0.20 ± 0.16 NEG 0.4 ± 0.4 0.2 ± 0 2 2.5 10/9/97 
471 22 178 3 1 Room-5 C Window Casing Intact Wood Beige 029±0.19 NEG 0.3 ± 0.5 0.3 ± 0.2 3.0 10/9/97 
472 22 179 3 I Room-5 C Window Casing Intact Wood Beige 0.24 ± 0.21 NEG 0.3 ± 0.4 02 ± 0.2 34 10/9/97 
473 2Z 180 3 1 Room-5 C Window Sash Intact Wood Beige 0.53200.27 POS 1.9200.5 \.'9±0.5 3.7 10/9/97 

509 
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474 22 181 3 1 Room-5 C Window Sasb Intact Wood Illeige 0.30±0.24 POS 1.8 ± 0.5 t.II±0.5 3.6 10/9/97 

475 22 182 3 1 Room-5 C Window Trough Fair Wood Illeige »5.0 ± 1.00 POS 20.1 ± 3.5 20.11 ±3.5 7.8 10/9/97 

476 .22 183 3 \ Room-5 C Window Trougb Fair Wood Illeige »5.0± 1.00 POS 18.0 ± 3.4 \8.0 ± 3.4 10.0 10/9/97 

477 22 184 3 \ Room-5 C Window Mullion Intact Wood Illeige 0.56 ±0.20 POS 1.4 ± 0.3 1.4 ± 0.3 4.0 10/9/97 

478 22 185 3 I Room-5 C Wmdow Mullion Intact Wood Beige 066 ± 0 52 NEG 1.l±05 0.7 ± 0.5 6.4 10/9/97 

479 22 186 3 I Room-5 C Window Mullion Intact Wood Beige 046 ± 0 23 NEG l.l ± 0.5 05 ± 0.2 3.2 10/9/97 

480 22 187 3 I Room-5 B Cabinet Door-Out Intact Wood Varnish 000±01O NEG -0.2 ± 0.5 O.O±O.I 1.0 10/9/97 

481 22 188 3 I Room-5 0 Cabinet Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -0.4 ± 04 O.O±O.I 1.0 10/9/97 

482 22 189 3 I Room-5 0 Cabinet Door-Ins Intact Wood Varnish 001 ±o 10 NEG -0.6 ± 0.5 O.O±O.I 1.0 10/9/97 

483 22 190 3 I Room-5 0 Cabinet Door-Ins Intact Wood Varnish 0.00 ± 010 NEG -0.4 ± 0.5 O.()±O.l 10 10/9/97 

484 22 191 3 I Room-5 0 Cabinet-Lwr Floor Intact Wood Brown 0.00 ± 0.10 NEG 0.1 ± 0.4 O.O±O I 1.0 10/9/97 

485 22 192 3 I Room-5 0 Cabinet-Lwr Floor Intact Wood Brown 000 ± 0.10 NEG -0.1 ±0.6 OO±O.I 1.2 10/9/97 

486 22 193 3 I Room-5 C Wall Baseboard Intact Wood Beige 044 ± 0.42 NEG 0.9± 0.4 0.4 ± 0.4 5.8 10/9/97 

487 22 194 3 I Room-5 B Wall Baseboard Intact Wood Beige 0.14±0.10 NEG 0.2 ± 0.7 0.2 ± 0.7 10.0 10/9/97 

488 22 195 3 I Room-5 A Radiator Housing Intact Wood IBeige 0.00 ± 0.15 NEG -0.1 ± 0.6 0.0 ± 0.2 1.0 10/9/97 

489 22 196 3 I Room-5 A Radiator Housing Intact Wood Beige 001 ±O 10 NEG -02 ± 0.6 O.O±O.I 17 10/9/97 

490 22 197 3 I Room-5 A Radiator Radiator Intact Metal IBeige 034 ± 0.20 NEG 0.4 ± 0.6 0.3 ± 0.2 3.3 10/9/97 

491 22 198 3 I Room-5 A Radiator Radiator Intact Metal Beige 041±0[8 NEG 0.9± 0.6 04±02 2.6 10/9/97 

492 22 199 3 I Shutter Ca[-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0 0 0.0 10/9/97 

493 0 200 3 I Calibrate-I Calibrate Calibrate 098 ± 0.10 NEG 0.7 ± 0 4 1.0±0 I 1.0 10/9/97 

494 0 201 3 1 Calibrate-2 Calibrate Calibrate 1.10 ± 0.26 POS 0.2 ± 0.4 1.11 ±0.3 2.2 1019/97 

495 22 294 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O±OO O.()± 0.0 00 10/9/97 

496 12 295 6 I Calibrate-l Calibrate Calibrate 1.06 ± 0.14 POS 0.6±0.5 1.11 ±O.I 1.1 10/10197 

497 22 296 6 1 Calibrate-2 Calibrate Calibrate 1.04 ±0.23 POS O.O± 0.5 1.41 ± 0.2 2.3 10/10/97 

498 22 297 6 1 Kitcben A Wall Wall Intact Drywall 18eige 2.07 ± 1.88 POS 2.6 ± 0.9 2Ji±0.9 8.4 10/10/97 

499 22 298 6 I Kitchen C Wall Wall Intact Drywall Beige 0.18 ± 0.13 NEG 0.5 ± 0.4 0.2 ± 0.1 2.5 10/10/97 

500 22 299 6 1 Kitchen A Wall Wall Intact Drywall IBeige 1.34 ± 0.61 POS 2.0±0.5 U±0.6 6.8 10/10/97 

SOl 22 300 6 I Kitchen A Wall Baseboard Intact Wood Beige 0.03 ± 0.10 NEG 0.3 ± 04 0.0 ± 01 15 10/10/97 

502 22 301 6 I Kitchen B Wall Baseboard Intact Wood Beige 041±010 NEG 0.8± 04 04 ±O.I 14 10/10/97 

503 22 302 6 I Kitchen C Door Door Intact Wood Beige 0.00 ± 010 NEG -0.3 ± 0.8 OO±O.I 10 10/10/97 

504 22 303 6 I Kitchen C Door Door Intact Wood Beige 0.00 ± 010 NEG -0.2 ± 06 O.O±O I 13 10/10/97 

505 22 304 6 I Kitchen C Door Casing Intact Wood Beige 0.27±0 17 NEG 00 ± 0.4 0.H02 2.9 10110/97 

506 22 305 6 I Kitchen C Door Casing Intact Wood Beige 028 ± 0.12 NEG 04±04 0.3 ± 01 2.1 10/10/97 

507 22 306 6 I Kitchen C Door Jamb Intact Wood Beige 032±0 16 NEG 0.4 ± 0 4 0.3 ± 0.2 26 10/10/97 

508 22 307 6 I Kitchen C Door Jamb Intact Wood Beige 042±055 INCOM O.O± 0 8 0.4 ± 0 6 35 10/10/97 

509 22 308 6 I Kitchen C Door Jamb Intact Wood Beige 060 ± 0.29 NEG 03±04 0(; ± 0.3 4.0 10/10/97 

510 22 309 6 I Kitchen C Window Stool Intact Wood Beige 040 ± 0.29 NEG 0.3 ± 0.4 04 ± 0.3 4.5 10/10/97 

511 22 310 6 I Kitchen C Window Stool Intact Wood Beige 0.31 ±0.21 NEG 0.0 ± 0.4 0.3 ± 0.2 3.5 10/10/97 

512 22 311 6 1 Kitchen C Window Apron Intact Wood Beige 0.34 ± 0.24 NEG 02± 04 0.3 ± 0.2 3.9 10/10/97 

513 22 312 6 I Kitchen C Window Apron Intact Wood Beige 0.24±0 16 NEG 0.6 ± 0.4 0.2 ± 0.2 2.8 10/10/97 

514 22 313 6 I Kitchen C Window Casing Intact Wood Beige 0.24 ± 0.19 NEG 0.1 ± 0.4 0.2±0 2 3.3 10/10/97 

515 22 314 6 I Kitchen C Window Casing Intact Wood Beige 0.34 ± 0.25 NEG 0.2 ± 0.4 0.3 ± 0.3 4.1 10/10/97 

516 22 315 6 1 Kitchen C Window Sash Intact Wood lIleige 0.27 ± 0.17 POS 2.1 ± 0.5 2.11 ±0.5 3.0 10/10/97 

517 22 316 6 1 Kitchen C Window Sash Intact Wood laeige 0.22 ±0.12 POS 1.8±0.4 l.II±0.4 2.5 10110/97 

518 22 317 6 1 Kitchen C Window Mullion Intact Wood IBeige 0.08 ± 0.25 POS 5.0± 1.7 5.11± 1.7 1.2 10/10/97 

519 22 J18 6 1 Kitchen C Window Mullion Intact Wood laeige 0.56 ± 1.00 POS 3.8 ± 1.2 3.11 ± l.l 6.7 10/10/97 

520 22 319 6 I Kitchen A Door Door Intact Wood Beige 035 ± 0.21 NEG 01 ± 0.4 0.4 ± 0.2 35 10/10/97 

521 22 320 6 I Kitchen A Door Door Intact Wood Beige 0.24 ± 015 NEG 0.2 ± 0.4 02 ± 0.2 2.3 10/10/97 

522 22 321 6 I Kitchen C Radiator Housing Intact Wood Beige 0.00 ± 0.10 NEG -02±06 o O±O.I 10 10/10/97 

m 22 322 6 I Kitchen C Radiator Housing Intact Wood Beige 000 ± 0.10 NEG -0.5 ± 0 7 O.O±O.I 1.0 10/10/97 

;24 22 323 6 I Kitchen C Wall Elec-Panel Intact Metal Beige 0.02 ± 0.10 NEG 0.0 ± 0.9 O.O±O.I 1.0 10/10/97 

i25 22 324 6 I Kitchen C Wall Elec-Panel Intact Metal Beige 0.05 ± 0.12 NEG -0.1 ± 1.0 o It ±O.I 14 10/10/97 

,26 22 325 6 I Kitchen B Cabinet Door-Out Intact Wood Brown 0.00 ± 0.10 NEG -05 ± 0.7 O.O±O.I 1.0 10/10/97 

27 22 326 6 1 Kitchen B Cabinet Door-Out Intact Wood Brown 0.01 ± 010 NEG -0.1 ± 0.5 O.O±O I 2 I 10110/97 

28 22 327 6 I Kitchen A Cabinet Cabmet-Out Intact Wood Brown 0.00 ± 0.10 NEG 0.2 ± 0.6 O.O±O.I 10 10/10/97 

29 22 328 6 I Kitchen 0 Cabinet Cabinet-Out Intact Wood Brown 0.00 ± 010 NEG -0.4 ± 0.6 O.O±O.I 1.0 10/10/97 

30 22 329 6 I Kitchen 0 Cabinet Door-Ins Intact Wood Brown 0.00 ± 0.10 NEG 0.1 ± 0 5 O.O± 0 I 1.0 10/10/97 

3\ 22 330 6 I Kitchen D Cabinet Door-Ins Intact Wood Brown 001 ±O 10 NEG 0.1 ± 0 5 OO±O.I 19 10/10/97 

n 22 331 6 1 Kitchen C Cabinet Inside Intact Wood Brown 000±010 NEG -06 ± 0 6 O.O±O.I 1.0 10/10/97 

33 22 332 6 I Kitchen C Cabmet Inside Intact Wood Brown 0.00 ± 010 NEG -05 ± 0.6 O.O±O I 1.0 10/10/97 

14 22 333 6 1 Hall-2 B Wall-Upr Wall-Upr Intact Drywall laeige 1.87 ± 0.97 POS 1.5± 0.5 I.S ±0.5 9.6 10/10/97 

15 22 334 6 1 Hall-2 D Wall-Upr Wall-Upr Intact Drywall laeige 2.08 ± 1.07 POS 1.5 ± 0.5 l.S ± 0.5 8.6 10/10/97 

6 22 335 6 I Hall-2 C Ooor-Upr Door Intact Drywall Beige 039 ± 0.25 INCOM 0.3 ± 0.4 04 ± 0.3 35 10/10/97 

7 22 336 6 I Hall-2 0 Wall-Lwr Door Intact Wood Beige 0.56 ± 0.41 NEG 0.3 ± 04 0.6 ± 0.4 5.8 10110/97 

8 22 337 6 1 Hall-2 B Wall-Lwr Door Intact Wood neige 1.02 ± 0.75 POS 0.4 ± 0.4 1.0 ± 0.8 9.7 10/10/97 

') 22 338 6 1 Hall-2 B Wall-Lwr Door Intact Wood l~eige 1.17 ± 0.79 POS 0.5±0.4 1 "'.J. nod 

J 22 339 6 1 Hall-2 B Wall-Lwr Baseboard Intact Worul I:) ... :~-

I 22 340 "- I Hall-2 B Wall-Lwr 
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;42 22 341 6 1 Hall-2 B WIIII-Lwr Chair-rail Intact Wood Beige 1.16 ± 0.57 POS 1.2 ± 0.4 1.2 ± 0.6 6.6 10110/97 
;43 22 342 6 I Hall-2 B Wall-Lwr Chair-rail Intact Wood Beige 0.75 ± 0.41 NEG 0.5 ± 0.4 0.8 ± 0 4 55 10/10/97 
544 22 343 6 I Hall-2 B Wall·Lwr Chair-rail Intact Wood Beige 059 ± 0 35 NEG 03 ± 0.4 0.6 ± 0 4 5.0 10/10/97 
545 22 344 6 I Hall-2 B Door Door Intact Wood Beige 040±0.21 NEG 0.5 ± 0 4 04 ± 0.2 34 10/10/97 
546 22 345 6 I Hall-2 D Door Door Intact Wood Beige 0.45 ± 0.25 NEG 04±0.4 05±03 3.9 10110197 
547 22 346 6 I Hall-2 C Door Door Intact Wood Beige 0.39 ± 0.16 NEG 03±0.4 0.4 ± 0.2 26 10/10/97 
548 22 347 6 I Hall-2 C Door Door Intact Wood Beige 034±018 NEG 0.3 ± 04 0.3 ± 02 30 10/10/97 
549 22 348 6 I Hall-2 C Door Casing Intact Wood Beige 046 ± 0.22 NEG 0.1 ± 04 05±02 3.3 10/10/97 
550 22 349 6 I Hall-2 D Door Casing Intact Wood Beige 036 ± 0.22 NEG 02 ± 0.4 CI.4 ± 0.2 35 10/10/97 
551 22 350 6 I Hall-2 C Door Jamb Intact Wood Beige 0.85 ± 0.43 NEG 06±04 0.9 ± 0.4 55 10/10/97 
552 22 351 6 I Hall-2 B IDoor Jamb Intact Wood Beige 060±0.34 INCOM 0.9 ± 0.5 06 ± 0.3 3.9 10/10/97 
553 22 352 6 I Hall-2 B Door Jamb Intact Wood Beige 0.77 ± 0.27 NEG 0.4 ± 0.5 0.8± OJ 3.5 10/10/97 
554 22 353 6 I Hall-2 D Ciloset-I Door Intact Wood Beige 033±017 NEG 0.5 ± 0.4 OJ ± 0.2 29 10/10/97 
555 22 354 6 I Hall-2 D Ciloset-I Door Intact Wood Beige 0.38 ± 0.18 NEG 0.4 ± 0.4 0.4 ± 0.2 29 10/10197 
556 22 355 6 I Hall-2 D Ciloset-I Casing Intact Wood Beige 0.71 ± 0.21 NEG 0.1 ± 04 07±02 26 10/10/97 
557 22 356 6 I Hall-2 D C110set-1 Casing Intact Wood Beige 0.43 ± 0.12 NEG 0.6± 04 04±01 1.7 10/10/97 
558 22 357 6 I Hall-2 D Clloset-I Jamb Intact Wood Beige 000±0.19 NEG -0.2±06 00±0.2 10 10/10/97 
559 22 358 6 I Hall-2 D C110set-1 Jamb Intact Wood Beige OOO±O.IO NEG 02 ± 0.6 O.O±O.I 1.0 10/10/97 
560 22 359 6 I Hall-2 A Ciloset-I Shelf Intact Wood Beige 000 ± 0.20 NEG -0 I ± 0.6 0.0 ± 0 2 10 10/10/97 
561 22 360 6 I Hall-2 C C1loset-1 Shelf Intact Wood Beige 000±O.10 NEG 0.2 ± 0 5 00±01 1.0 10/10/97 
562 22 361 6 I Hall-2 C C1loset-1 Baseboard Intact Wood Beige o 23± 0.14 NEG 0.2± 0.6 0.2±0.1 1.7 10/10/97 
563 22 362 6 I Hall-2 C C110set-1 Baseboard Intact Wood Beige 0.34 ± 0.14 NEG 0.1 ± 0.4 0.3 ± 0.1 2J 10110/97 
564 22 363 6 1 Hall-2 B CIIoset-l Wall Intact Drywall Beige 1.67 ± 0.59 POS 1.7 ± 0.6 1..7±0.~, 4.5 10/10/97 
565 22 364 6 1 Hall-2 A C1loset-l Wall Intact Drywall Beige 1.92 ± 0.89 POS 2.3 ± 0.7 1,.9 ± 0.91 5.0 10110/97 
566 22 365 6 1 Hall-2 A Clloset-2 Wall Intact Drywall Beige 1.53 ± US POS 2.6±0.S 1~.6 ± O.~: 7.5 10110197 
567 22 366 6 1 Hall-2 A Clloset-2 Wall Intact Drywall Beige 2.06 ± 0.87 POS 1.4 ± 0.5 1~.1 ± 0.9' 6.9 10/10/97 
568 22 367 6 I HaIl-2 B Clloset-2 Door Intact Wood Beige 042 ± 0.22 NEG 04 ± 0.4 0.4 ± 0.2. 35 10110/97 
569 22 368 6 I Hall-2 B Clloset-2 Door Intact Wood Beige 043 ± 0.23 NEG 0.5 ± 0.4 0.4±0 2: 3.6 10/10/97 
570 22 369 6 1 Hall-2 B C1loset-2 Casing Intact Wood Beige 0.43 ± 0.14 NEG -0.2 ± 0.4 0.4 ± 0.1 2 I 10110/97 
57\ 22 370 6 I Hall-2 B Clloset-2 Casing Intact Wood Beige 0.32 ± 011 NEG 0.0 ± 0.4 0.3 ±O I 1.6 10/10/97 
572 22 37\ 6 I Hall-2 B C110set-2 Jamb Intact W<1od Beige 0.38 ± 0.18 NEG 00±04 0.4 ± 0 2: 2.9 10/10/97 
573 22 372 6 I Hall-2 B Clloset-2 Jamb Intact Wood Beige 0.40 ± 0.20 NEG 0.1 ±0.4 0.4 ± 0.2: 3.1 10/10/97 
574 22 373 6 I Hall-2 A C1loset-2 Baseboard Intact W<1od Beige 0.47 ± 0.17 NEG 0.6 ± 0.4 0.5 ± 0.2: 2.5 10110/97 
575 22 374 6 I Hall-2 0 C1loset-2 Baseboard Intact Wood Beige 046±0 19 NEG 0.5 ± 0.4 0.5 ± 0 2' 2.9 10/10/97 
576 22 375 6 I Hall-2 D Clloset-2 Shelf Intact Wood Beige 003 ± 0.30 NEG -0.2 ± 0.8 O.O± 0 3 2.1 10/10/97 
577 22 376 6 I Hall-2 D Clloset-2 Shelf Intact Wood Beige 023 ± 0.10 NEG -0.3 ± 0.7 -OJ ± O.i' 10.0 10/10/97 
578 22 377 6 I Hall-2 D Floor Floor Intact Wood Varnish 0.00±017 NEG 0.3 ± 0.7 0.0 ± 0.2: 1.0 10/10/97 
579 22 378 6 I Hall-2 0 Floor Floor Intact Wood Varnish 003 ± 0.44 NEG -0.2 ± 0.7 00 ± OA 1.5 10/10/97 
580 22 379 6 2 Room-l D WIlII-Upr Wall-Upr Intact Drywall Beige 1.27 ± 0.85 POS 2.1 ± 0.5 ;U ± O.~i 10.0 10/10197 
581 22 380 6 2 Room-l A Willl-Upr Wall-Upr Intact Drywall Beige 1.48 ± 1.31 POS 2.7 ± 0.8 ;t.7±OJI 8.4 10/10/97 
582 22 381 6 2 Room-I C W:lll-Lwr Wall-Lwr Intact Wood Beige 0.01 ± 0.13 NEG 06±04 O.O± 0.1 1.0 10/10/97 
583 22 382 6 2 Room-I B W:all-Lwr Wall-Lwr Intact Wood Beige 0.79±051 NEG 0.6± 0.3 0.6 ± 0.3 100 10/10197 
584 22 383 6 2 Room-I B W,dl-Lwr Baseboard Intact Wood Beige 0.02 ± 0.28 NEG 01 ±0.7 O.0±0.3 1.3 10/10/97 
585 22 384 6 2 Room-l C WlllI-Lwr Baseboard Intact Wood Beige 0.59 ±0.42 POS 1.4± 0.3 11.4 ± 0.31 8.7 10/10197 
586 22 385 6 2 Room-I C Wllll-Lwr Baseboard Intact W<1od Beige 0.06 ± 0.28 NEG 0.3 ± 0 7 0.1 ± 0.31 2.0 10/10197 
587 22 386 6 2 Room-I 0 Wllll-Lwr Chair-rail Intact Wood Beige 0.05 ± 0.23 NEG 1.0± 0.4 OI±O.2 3.3 10/10197 
588 22 387 6 2 Room-I A W,dl·Lwr Chair-rail Intact Wood Beige 0.01 ± 012 NEG 1.1 ± 0.4 O.O± 0.1 19 10110/97 
589 22 388 6 2 Room-I A Window Apron Intact Wood Beige 0.00 ± 0.10 NEG OJ ± 0.6 O.O±O.I 1.0 10110/97 
590 22 389 6 2 Room-I A Window Apron Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0.7 O.O±O.I 1.0 10/10197 
591 22 390 6 2 Room-I A Window Stool Intact Wood Beige 0.18±0.41 NEG 0.3 ± 0 4 0.2 ± OA 5.1 10/10/97 
592 22 391 6 2 Room-l D Window Stool Intact Wood Beige 0.70 ± 0.49 POS 1.0± 0.3 11.0±0.~1 9.0 10/10197 
593 22 392 6 2 Room-I D Window Stool Intact Wood Beige 0.16 ± 0.23 NEG 0.9 ± 0.4 O.2±02 3.7 10/10/97 
594 22 393 6 2 Room-I D Window Casing Intact W<1od Beige 049 ± 040 NEG 0.0 ± 0.4 05±OA 5.6 10110/97 
595 22 394 6 2 Room-I A Window Casing Intact Wood Beige 0.32 ± 028 NEG 0.4 ± 0.4 03±03 4.4 10/10/97 
596 22 395 6 2 Room-l A Window Sash Intact Wood Beige 0.69 ± 0.28 POS 1.7 ± 0.4 11.7 ± 004 4.7 10/10/97 
597 22 396 6 2 Room-l D Window Sash Intact Wood Beige 0.98 ± 1.10 POS 2.5 ± 0.7 :t.5±0.7 8.3 10/10/97 
598 22 397 6 2 Room-l D Window Mullion Intact Wood Beige 1.17 ± 1.23 POS 5.8± 1.8 5.8 ± I.!! 3.3 10110/97 
599 22 398 6 2 Room-l A Window Mullion Intact Wood Beige 0.21 ± 0.82 POS 5.5 ± 1.8 5.5±UI 4.2 10/10/97 
600 22 399 6 2 Room-l A '''indow Trough Intact Wood Beige 3.37 ± 2.73 POS 16.1 ± 2.9 Hi.l ± 2.9 7.6 10/10197 
601 22 400 6 2 Room-l A \\'iodow Trougb Intact Wood Beige 2.67 ± 3.43 POS 15.0± 2.7 15.0 ± 2.1' 5.5 10/10/97 
602 22 401 6 2 Room-l B Door Door Intact Wood Beige 0.35 ± 0.26 NEG 0.5 ± 0.4 0.4 ± 0.3 4.1 10110/97 
603 22 402 6 2 Room-I B Door Door Intact Wood Beige 0.38 ± OJO NEG O.O± 04 0.4 ±O 3 47 10/10/97 
604 22 403 6 2 Room-I B Door-2 Door Intact Wood Beige 0.57 ± 0.33 NEG 01±04 06 ± 0.3 47 10/10/97 
605 22 404 6 2 Room-I B Door-2 Door Intact Wood Beige OJ9 ± 0 26 NEG 01 ± 0.4 0.4 ± OJ 4.1 10110/97 
606 22 405 6 2 Room-I C Door Door Intact Wood Beige 069 ± 0.48 NEG 0.4 ± 0.4 O.7±05 6.4 10/10/97 
607 22 406 6 2 Room-I C Door Door Intact Wood Beige 057 ± 0.34 NEG 0.9 ± 0.4 0.6 ± 0.3 48 10/10/97 
608 22 407 6 2 Room-I C Door Casing Intact Wood BeIge 0.50 ± 0 59 NEG 0.4 ± 0 4 0.5 ± 0 Ii 78 10/10/97 
609 22 408 6 2 Room-I B Door Casing Intact Wood Beige 029 ± 028 NEG 0.2 ± 0 4 03 ± OJ 4.4 10/10/97 

511 
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610 22 409 6 2 Room-I B Door Jamb Intact Wood Beige 028 ± 017 NEG 0,1 ±0.4 0.3 ± 0.2 2,9 10/10/97 
611 22 410 6 2 Room-I B Door Jamb Intact Wood Beige 056 ± 0 42 NEG 06 ± 0,4 0,6 ± 0 4 6'\ 10110197 
612 22 411 6 2 ,Room-I A Radiator Housing Intact Wood Beige 0,02 ± 0,\3 NEG 02±06 01) ± 0,1 10 10110/97 

6\3 22 412 6 2 Room-I 0 Radiator Housing Intact Wood Beige 002 ± 0 25 NEG -02 ± 0,6 OJ) ± 0 3 Ll 10110/97 
614 22 413 6 2 Room-I D Radiator Radiator Intact Metal Beige 0.58 ± 0.37 POS 1.6 ± 0.4 l.II±0.4 10.0 10/10/97 
615 22 414 6 2 Room-l A Radiator Radiator Intact Metal Beige 0.66±0.45 POS 2.0± 0.6 2.IHO.6 10.0 10/10/97 
616 22 415 6 2 Room-I A Closet Door Intact Wood Beige 0.44 ± 0,23 NEG 0,3 ± 0 4 0,4 ± 0.2 3A 10/10/97 
617 22 416 6 2 Room-I A Closet Door Intact Wood Beige 0.54 ± 0.27 NEG 03±0.4 0:5 ± 0.3 3,8 10/10/97 
618 22 417 6 2 Room-I A Closet Casing Intact Wood Beige 040±0 15 NEG 0.2 ± 0 4 0,4±02 2.3 10110/97 
619 22 418 6 2 Room-I A Closet Casing Intact Wood Beige 037± 0,14 NEG 02 ± 0.4 0" ± 0,1 2 I 10/10197 
620 22 419 6 2 Room-I A Closet Jamb Intact Wood Beige 035 ± 0 24 NEG 0,0 ± 0,4 0.4±02 38 10110/97 
621 22 420 6 2 Room-I A Closet Jamb Intact Wood Beige 0.48 ± 0 31 NEG 05±04 0:5 ± 0,3 4,7 10/10/97 
622 22 421 6 2 Room-I C Closet Baseboard Intact Wood Beige 0,87±021 NEG LO±0,4 0,9 ± 0.2 3.2 10/10/97 
623 22 422 6 2 Room-I C Closet Baseboard Intact Wood Beige 0,34 ± 0.18 NEG 0,3 ± 0,4 0:1±0,2 3,] 10/10/97 
624 22 423 6 2 Room-I C Closet Shelf Intact Wood Beige 0,02 ± 0,]0 NEG 01 ±0,7 0,l)±0,1 1,0 10/10/97 
625 22 424 6 2 Room-I C Closet Shelf Intact Wood Beige 0,12 ± 037 NEG 0.2 ± 0,4 0,1 ±0.4 4,1 10/10197 
626 22 425 6 2 Room-I C Closet Wall Intact Drywall Beige 1.83 ± 0.80 POS: 1.6 ± 0.5 U±0.8 6.7 10110197 

627 22 426 6 2 Room-I C Closet Wall Intact Drywall Beige 0,\3 ± 0,25 NEG -0.2 ± 0,7 0, I ± 03 2J 10/10/97 
628 22 427 6 2 Room-I C Closet Wall Intact Drywall Beige 0,26 ± 0,27 NEG 05±04 0,3 ± OJ 4,6 10110197 
629 22 428 6 2 Room-I C Floor Floor Intact Wood Varnish 000±0,\8 NEG -0,5 ± 0,8 00±02 10 10/10/97 

630 22 429 6 2 Room-I C Floor Floor Intact Wood Varnish 0,00 ± 0,16 NEG 0,0 ± 0,7 OJ) ± 0 2 1,0 10/10/97 
631 22 430 6 2 Shutter Cal-I Calibrate Calibrate O,OO± 0,00 OO± 0,0 0,1) ± 0,0 0,0 10110197 
632 22 431 6 2 Calibrate-I Calibrate Calibrate 1.07 ± 0.14 POS: 0.6±0.5 1.1 ±0.1 l.l 10/10/97 
633 22 432 6 2 Calibrate-2 Calibrate Calibrate 087±OJ9 NEG 0,4 ± 0,4 0'H02 2,0 10/10/97 

634 22 433 6 2 Calibrate-3 Calibrate Calibrate 1.04 ± 0.23 POS: 0.6±0.4 U±0.2 2.3 10/10197 

635 22 434 6 2 Shutter Cal-I Calibrate Calibrate 0,00 ± 0,00 o,o± 0,0 0,1) ± 0,0 0,0 10/10/97 

636 22 435 6 2 Calibrate-l Calibrate Calibrate 1.04 ± 0.14 POS 0.5±0.5 1.0±0.1 1.1 10114197 
637 22 436 6 2 Calibrate-2 Calibrate Calibrate 0,98 ± 022 NEG OJ ±05 1,0 ± 0,2 2.1 10/14/97 
638 22 437 6 2 Bath·3 A Wall Wall Intact Drywall Beige 002±0,l6 NEG -0.3 ± 0,7 00±0,2 10 10/14/97 
639 22 438 6 2 Bath-3 0 Wall Wall Intact Drywall Beige 021 ±OJ5 NEG 05±04 0,:/ ± 02 2,7 10/14/97 
640 22 439 6 2 Bath-3 A Window Stool Intact Wood Beige 056 ± 0.37 NEG 05 ± 0,4 O,I)± 0.4 5,0 10/14/97 

641 22 440 6 2 Bath-3 A Window Stool Intact Wood Beige 044 ± 0.24 NEG 02 ± 0,4 OA±02 3.5 10114/97 

642 22 441 6 2 Bath-3 A Window Casing Intact Wood Beige 0.32 ± 0.27 NEG 0.2 ± 0.4 0,] ± ° 3 44 10/14/97 

643 22 442 6 2 Bath-3 A Window Casing Intact Wood Beige 026±014 NEG 0,1 ±04 o ]±OJ 25 10/14/97 
644 22 443 6 2 Bath-3 A Window Sash Intact Wood IBeige 0.54± 0.34 POS 2.3 ± 0.7 2.:I±0.7 3.5 10/14197 
645 22 444 6 2 Bath-3 A Window Sash Intact Wood lBeige 0.50 ± 0.25 POS 1.9 ± 0.5 1.'1± 0.5 l.7 10/14/97 

646 22 445 6 2 Bath-l A Window Mullion Intact Wood lBeige 0.75 ± 0.86 POS 4.9± I.l 4.·1± I.l 4.5 10/14/97 
647 22 446 6 2 Bath-3 A Window Mullion Intact Wood IBeige 0.32 ± 0.82 POS 4.9± 1.5 4.·1± 1.5 2.9 10/14/97 
648 22 447 6 2 Bath-3 A Window Trough Intact "'ood IBeige 0.59 ± 1.24 POS 16.0±2.6 16,1} ± 2.6 3.9 10/14197 
649 22 448 6 2 Bath-3 A Window Trough Intact Wood IBeige 1.62 ± 4.48 POS 12.9± 2.5 12.·1±2.5 7.1 10/14197 
650 22 449 6 2 Bath-3 B Door Door Intact Wood IBeige 0.28 ± 0,12 NEG 0.5 ± 0.4 0,3 ± 01 2,0 10/14/97 
651 22 450 6 2 Bath-3 0 Door Door Intact Wood Beige 0,23± 0,12 NEG 0,2 ± 0 4 0,2 ± 0 I 2,3 10/14/97 

652 22 451 6 2 Bath-3 0 Door Casing Intact Wood iBeige OA3 ± 0.27 NEG 00 ± 0.4 0.4 ± OJ 4.2 10114/97 

653 22 452 6 2 Bath-3 B Door Casing Intact Wood Beige 040 ± 023 NEG -0,1 ±04 0,4 ± 0 2 3,6 10/14/97 

654 22 453 6 2 Bath-3 B Door Jamb Intact Wood Beige 0.37 ± 0.24 NEG 0,0 ± 04 0.4 ± 0 2 3,8 10/14/97 

655 22 454 6 2 Bath-3 0 Door Jamb Intact Wood IBeige 0,07 ±0,15 NEG 0,2 ± 0,6 0,1 ±0,2 1,4 10/14/97 

656 22 455 6 2 Bath-3 A Radiator Housing Intact Wood Beige 0,03 ± 010 NEG OJ ± 0,7 O,O±O,I 1,0 10/14/97 

657 22 456 6 2 Bath-3 A Radiator Housing Intact Wood Beige 003 ± 0,11 NEG -10 ± 0,7 0,0 ± OJ 1,0 10114/97 

658 22 457 6 2 Bath-3 A Radiator Radiator Intact Metal Beige 039 ± 0 12 NEG 0,9± 05 0.4 ± 0 I 1,9 10/14/97 

659 22 458 6 2 Bath-l A Radiator Radiator Intact Metal IBeige 0.32± 0.10 POS 1.1 ± 0.4 1.JI±0.4 2.5 10114/97 

560 22 459 6 2 Bath-3 A Radiator Radiator Intact Metal IBeige 0,25 ± 0,13 NEG LO± 0,6 03±01 2,4 10/14/97 

561 22 460 6 2 Bath-3 A Cabinet-Lwr Door-Out Intact Wood Beige O,OO±O 10 NEG -03 ± 0,8 O,O±O 1 1.0 10/14/97 
,62 22 461 6 2 Bath-3 A Cabinet-L wr Door-Out Intact Wood Beige 0,00 ± 0,10 NEG -0.4 ± 0,7 O,O±O,I 1,0 10/14/97 
,63 22 462 6 2 Bath-3 A Cabinet-Lwr Door-Ins Intact Wood Beige OOO±O,\O NEG O,O± 0,7 O,()± 0,1 1.0 10/14/97 
,64 22 463 6 2 Bath-3 A Cabinet-Lwr Door-Ins Intact Wood Beige 000±0,18 NEG -0,1 ±0,7 00 ± 0,2 10 10114/97 

65 22 464 6 2 Bath-3 A Cabinet-Lwr Inside Intact Wood Beige 000±010 NEG -0.4 ± 05 0()±0,l 10 10/14/97 
66 22 465 6 2 Bath-3 A Cabinet-Lwr Inside Intact Wood Beige 0,00 ± 010 NEG -0.4 ± 0 6 0()±01 1,0 10/14/97 

67 21 466 6 2 Room-2 A Wall-llpr Wall-UII< Intact Drywall IBeige 0.71 ± 0.94 POS 3.7 ± 1.0 3.7 ± 1.0 6.1 10/14/97 
68 22 467 6 2 Room-2 D Wall-Upr Wall-Upr Intact Drywall Beige OOO±OIO NEG -0,5 ± 0,7 O,()± 0,1 1,0 10/14/97 

59 21 468 6 2 Room-2 A Wall-Upr Wall-Upr Intact Drywall IBeige 1.92 ± 1.44 POS 3.l ± 1.0 3.,' ± 1.0 6.8 10/14/97 

70 22 469 6 2 Room-2 C Wall-Lwr Wall-Lwr Intact Wood IBeige 2.51 ± 1.27 POS 2.0± 1.0 2.~; ± 1.3 5.0 10/14197 
71 22 470 6 2 Room-2 B Wall-Lwr Wall-Lwr Intact Wood IBeige 1.48 ± 1.36 POS 2.7 ± 0.7 2.7 ± 0.7 9.2 10/14/97 

'2 22 471 6 2 Room-2 B Wall-Lwr Chair-rail Intact Wood IBeige 0.78 ± 0.52 POS 1.8 ± 0.4 1.U ± 0.4 10.0 10/14/97 

'3 22 472 6 2 Room-2 A Wall-Lwr Chair-rail Intact Wood IBeige 3.25 ± 2.85 POS 6.9 ± 1.7 6.~1±1.7 5.2 10/14/97 
'4 22 473 6 2 Room-2 C Wall-Lwr Baseboard Intact Wood IlJeige 3.34 ± 2.76 POS 2.9 ± 1.0 2.!1 ± 1.0 7.8 10114/97 
5 22 474 6 2 Room-2 D Wall-Lwr Baseboard Intact Wood IBeige 2.88 ± 1.60 POS 2.8± 0.8 2.U±OJI .,~ 

6 22 475 6 2 Room-2 B Wmdow Apron Inlact Wood Bei"e o 'J11. {\ "\0 

7 22 476 6 2 Room-2 A Window Anrnn 
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78 22 477 6 2 Room-2 A Window Stool Intact Wood Beige 0.19±025 NEG 02±04 02±03 7.7 I Oil 4/97 
79 22 478 6 2 Room-2 A Window Stool Intact Wood Beige 021 ±033 NEG 07±04 02±03 69 10114/97 
,80 22 479 6 2 Room-2 A Window Casing Intact Wood BeIge 047 ± 049 NEG 05±04 05±05 68 1O!l4/97 
,81 22 480 6 2 Room-2 B Window Casing Intact Wood Beige 001±027 NEG 01±07 00±03 I 3 101l4/97 
182 22 481 (j Z Room-2 B Window Sash Intact Wood Beige 0.441 ± 0.24 POS 1.5 ± 0.3 1.5± 0.3 5.6 10114/97 
i8l 22 482 (j 2 Room-2 A Window Sash Intact Wood Beige 0.48 ± 0.10 POS 2.4 ± 0.6 2.4 ± 0.6 10.0 10/14/97 
,84 22 483 (j 2 Room-2 A Window MulliolD Intact Wood Beige 0.7~1 ± 0.99 POS 4.7 ± 1.5 4.7 ± 1.5 8.6 10/14/97 
fi85 22 484 (j 2 Room-2 B Window MuliiolD Intact Wood Beige 0.39 ± 0.34 POS 2.3 ±0.6 2.3 ± 0.6 9.2 10114/97 
586 22 485 6 2 Room-2 0 Door-3 Door Intact Wood Beige 0.46 ± 0.28 NEG 0.1 ± 0.4 05 ± 0.3 43 10/14197 
687 22 486 (; 2 Room-2 0 Door-3 Door Intact Wood Beige o HI ± 0 20 NEG 0.0 ± 0.6 02 ± 0.2 2.1 10114197 
688 22 487 Ii 2 Room-2 0 Door-4 Door Intact Wood Beige 0.31 ± 0.34 NEG -0.2 ± 0 4 03 ± 0.3 52 1O!l4197 
689 22 488 Ii 2 Room-2 0 Door-4 Door Intact Wood Beige 019±0.21 NEG 04±04 0.2 ± 0.2 3.6 101\4197 
690 22 489 (; 2 Room-2 0 Door Casing Intact Wood Beige 0.23 ± 0.23 NEG 02 ± 0.4 02±02 39 10114/97 
691 22 490 Ii 2 Room-2 C Door Casing: Intact Wood Beige 047 ± 0 36 NEG -0 I ± 0.4 0.5 ± 04 52 10114197 
69'2 22 491 Ii 2 Room-2 0 Door Jamb Intact Wood Beige 0.23 ± 018 NEG 05±04 02 ± 0.2 32 10114197 
693 22 492 (; 2 Room-2 0 Door Jamb Intact Wood Beige 0.29 ± 0.29 NEG -0.1 ± 0.4 03±03 46 10114197 
694 22 493 Ii 2 Room-2 C Door-I Door Intact Wood Beige 062 ± 0 28 NEG 01±04 06±03 40 10114197 
695 22 494 6 2 Room-2 C Door-2 Door Intact Wood Beige 0.69 ± 0 49 NEG 0.7 ± 0.4 07±05 66 10114197 
696 22 495 6 2 Room-2 A Radiator Housing Intact Wood Beige 0.011 ± 0.40 NEG 00 ± 0.5 01±0.4 35 10114197 
697 22 496 6 2 Room-2 B Radiator Housing Intact Wood Beige 007 ± 0 33 NEG -0.2 ± 0 6 0.1 ± 0 3 2 I 10/14197 
69'8 22 497 Ij 2 Room-2 B Radiator Radiator Intact Metal Beige 0.4{j ± 0.38 POll 1.4 ± 0.5 1.4±0.5 8.4 10/14/97 
699 22 498; Ij 2 Room-2 A Radiator Radiatl.r Intact Metal Beige I.Hj ± 0.78 POll 2.2 ± 0.7 2.2 ± 0.7 10.0 10114197 
700 22 499 ~, 2 Room-2 A WlRdow Boxing Intact Wood Beige 001±010 NEG -0.3 ± 06 00 ± 0.1 10 10114197 
701 22 500 6 2 Room-2 B Window Boxing Intact Wood Beige O.OO±O 10 NEG -0.6 ± 0.6 o.o± 0.1 10 10114197 
702 22 501 6 2 Room-2 A Closet-I Door Intact Wood Beige 0.58 ± 0.24 NEG 1.0 ± 0.4 0.6 ± 0.2 3.5 10114197 
703 22 502 6 2 Room-2 A Closet-2 Door Intact Wood Beige 0.86 ± 0 34 NEG 1.1 ± 0.4 0.9 ± 0 3 43 10114197 
704 22 503 to 2 Room-2 A Closet-2 Casing Intact Wood Beige 032 ± 0 II NEG 0.5 ± 0.4 03 ± 0.1 1.7 lOll 4197 
705 22 504 ~, 2 Room-2 A Closet-I Casing Intact Wood Beige 040±0 14 NEG -0.1 ±04 0.4 ± 0.1 2 I 10/14/97 
706 22 505 6 2 Room-2 A Closet-I Jamb Intact Wood Beige 0.51 ± 0.29 NEG 0.1 ± 0.4 0.5 ± 0.3 43 10114197 
707 22 506 to 2 Room-2 A Closet-I Jamb Intact Wood Beige 0.20±0 18 NEG -0.1 ± 06 0.2 ± 0 2 2.2 lOll 4197 
708 22 507 6 2 Room-2 A Closet-2 Baseboard Intact Wood Beige 0.56 ± 0.18 NEG 0.3 ± 0.4 06±02 25 10114197 
709 22 508 6 2 Room-2 C Closet-2 Baseboard Intact Wood Beige 0.34 ± 0.14 NEG 0.5 ± 0.4 0.3 ± 0 I 22 10114197 
710 22 509 6 2 Room-2 C Closet-I Shelf Intact Wood Beige 0.00 ± 0.14 NEG 0.1 ± 0.6 00 ± 0.1 1.0 10114197 
711 22 5\0 6 2 Room-2 C Closet-I Shelf Intact Wood Beige 0.07 ± 0.50 NEG -0.7±07 01±05 24 10/14197 
712 22 511 Ei 2 Room-2 C Closet-I Wall Intact Drywall Beige 2.8!1 :1.54 POS 2.1 ±0.7 2.1 ± 0.7 8.2 10/14/97 
713 22 512 Ei 2 Room-2 C CIoset-2 Wall Intact Drywall Beige 1.7ti± 0.76 POll 1.7 ± 0.6 1.8 ± 0.8 5.9 10114/97 
714 22 513 Ei 2 Hall-l C Wall··Upr Wall-UIJr Intact Drywall Beige 1.1~1 ± 0.76 POll 1.6 ± 0.5 1.6 ± 0.5 10.0 10/14/97 
715 22 514 Ei 2 Hall-l B Wall··Upr Wall-Upr Intact Drywall Beige 1.71. ± 1.27 POll 2.5,1,0.8 2.5*0.8 10.0 10114/97 
716 22 515 E, 2 Hall-3 A Wall··Upr Wall-Upr Intact Drywall Beige I.U *0.74 POS 1.3 ± 0.5 1.3 ± 0.5 9.5 10114197 
717 22 516 Ei 2 Hall-3 D Wan.·Upr Wall-UI)r Intact Drywall Beige 1.821 ± 1.11 POS 1.7 ± 0.5 1.7 ± 0.5 10.0 10114/97 
718 22 517 6 2 Hall-3 A Wall .. Lwr Wall-Lwr Intact Wood Beige 0.45 ± 0.33 NEG 04 ± 0.3 0.4 ± 0.3 95 I Oil 4197 
719 22 518 6 2 Hall-3 B Wall··lwr Wall-Lwr Intact Wood Beige 030 ± 0.35 NEG 0.6 ± 04 0.3 ± 0 4 5.3 10114/97 
720 22 519 6 2 Room-2 B Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.2 ± 0.6 0.0 ± 0.1 10 10114197 
721 22 520 6 2 Room-2 B Floor Floor Intact Wood Varnish 0.11 ± 0.10 NEG 0.1 ± 0 7 0.1 ±0.7 10.0 10114197 
722 22 521 6 2 Hall-3 B Floor Floor Intact Wood Varnish ODI±0.12 NEG 0.2 ± 0.6 O.O±O.I 1.0 10114/97 
723 22 522 6 2 Hall-3 B Floor Floor Intact Wood Varnish O.!3±D.\O NEG -1.0±0 8 -1.0 ± 0.8 10.0 10114191 
724 22 523 6 2 Hall-3 B Wall Chair-ra.il Intact Wood Beige 081 ± 0.53 NEG 10 ± 0.4 08 ± 0.5 6.6 10/14197 
725 22 524 6 2 Hall-3 C Wall Chair-ra,il Intact Wood Beige o III ± 0.10 NEG -0.4 ± 0 1 -0.4 ± 0.1 10.0 10114/97 
726 22 525 6 2 Hall-3 C Wall Baseboard Intact Wood Beige 0.21 ± 0.41 NEG 0.8 ± 0.4 0.2 ± 0.4 6.0 10114191 
727 22 526 6 2 Hall-3 C Wall Baseboard Intact Wood Beige 0.07 ± 0.35 NEG 0.2 ± 0.6 0.1 ± 0.4 3.6 lOll 4197 
728 22 521 6 2 Hall-3 A Dom-I Door Intact Wood Beige 0.63 ± 0.31 NEG 0.8 ± 0.4 0.6 ± 0.3 4.5 10114/97 
729 22 528 6 2 Hall-3 A Door-I Door Intact Wood Beige 068 ± 0.48 NEG 00±04 D.7 ± 0.5 6.3 10/14191 
730 22 529 6 2 Hall-3 B Door Door Intact Wood Beige 0.36 ± 0 22 NEG 04 ± 0.4 04±02 3.5 10114197 
731 22 530 6 2 Hall-3 C Dcor Door Intact Wood Beige 0.0\1 ± 0.13 NEG 04±04 0.1 ± 0 I 2.3 I Oil 4/91 
732 22 531 6 2 Hall-3 C Door Casing Intact Wood Beige 0.05 ± 0.12 NEG 02±06 0.1 ±O.I 14 10114191 
733 22 532 6 2 Hall-3 B Door Casing: Intact Wood Beige 035 ± 0.24 NEG 04 ± 0.4 04±02 39 10114197 
734 22 533 6 2 Hall-3 A Door Jamb Intact Wood Beige 050 ± 0.36 NEG 07±0.4 0.5 ± 0 4 53 10114197 
135 22 534 6 2 Hall-3 D Door Jamb Intact Wood Beige 0.39 ± 0 39 NEG 0.3 ± 0 4 04±04 56 10/14197 
736 22 535 6 2 Hall-3 D Stairs Rail-cap Intact Wood Black 0.03 ± 011 NEG 01±07 00±01 10 10114197 
137 22 536 6 2 Hall-3 D Stairs Rail-cap Intact Wood Black 0.02 ± 010 NEG -0.7 ± 0 7 0.0 ± 0 I 10 10114197 
138 22 537 6 2 Hall-3 D Stairs Newal-p<Jst Intact Wood Black 0.06 ± 0.10 NEG -0.4 ± 0 8 01 ± 0.1 10 10/14191 
739 22 538 6 2 Hall-3 B Stairs Newal-p<Jst Intact Wood Black 005 ± 0 10 NEG 01±01 01 ±O.I 1.0 I Oil 4191 
740 22 539 6 2 Hall-3 C Stairs Balustc'r Intact Wood Beige 044±0.17 NEG 04 ± 0.4 0.4 ± 0 2 2.6 10/14191 
741 22 540 6 2 Hall-3 C Stairs Baluster Intact Wood Beige 025 ± 0 13 NEG 0.5 ± 0.4 03 ± 0 I 25 10114197 
742 22 541 6 2 Hall-3 C Closet-I Door Intact Wood Beige 0.31 ±0.17 NEG -0.2 ± 0 4 0.3 ± 0.2 2.9 lOll 4/97 
743 22 542 6 2 Hall-3 C Closet-I Door Intact Wood Beige 0.20 ± 0 23 NEG 0.1 ± 0 6 02±02 24 10114/97 
744 22 543 6 2 Hall-3 C Closet-2 Door Intact Wood Beige 0.39 ± 0.20 NEG 04±04 0.4 ± 0 2 3 I 10/14197 
745 22 544 6 2 Hall-3 C Closet-3 Door Intact Wood Beige 024±014 NEG 03 ± 0.4 0.2 ± 0.1 25 10114197 

513 
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746 22 545 6 2 Hall··3 C Closet Casing Inlllct Wood Beige 033,,012 NEG 0.1 ± 0.4 03±01 1.8 10.114/97 

747 22 546 6 2 Hall··3 C Closet Casing Intact Wood Beige 046,,0.16 NEG 02 ± 0.4 0.5 ± 0.2 23 10/14/97 

748 22 547 6 2 Hall·3 C Closet Jamb Intact Wood Beige 083,,0.29 NEG 10±04 0.8 ± 0 3 3.7 10/14/97 

749 22 548 6 2 Han·3 C Closet Jamb Inlllet Wood Beige 02HO 16 NEG 0.4 ± 0.4 02 ± 0.2 2.8 10114/97 

750 22 549 6 2 Shutter Cal-I Calibrate Calibrate 000,,0.00 0.0 ± 0 0 o.o± 0.0 0.0 10/14/97 

751 22 550 6 2 CalibraLte-1 Calibrate Calibrate 0.95,,0.11 NEG 0.7 ± 0.5 1 O±O I 1.0 10/14/97 

752 22 551 6 2 CalibraLte-2 Calibrate Cahbrate 096,,0.21 NEG 0.7 ± 0.4 1.0±0.2 2.1 10114/97 

753 22 552 6 2 Han·3 A Closet BdSeboard Inlllct Wood Beige 065,,0.32 NEG 0.4 ± 0.4 0.7± 0 3 4.4 10/14/97 

754 22 553 6 2 HaU·3 A Closet Baseboard Inlll.ct Wood Beige 0.62,,0.32 NEG 0.3 ± 0.4 0.6 ± 0 3 4.4 10/14/97 

755 22 554 6 2 HaU·3 A Closet Shelf Int •. ct Wood Beige 001,,0.10 NEG 0.1 ±0.7 O.O±O.I 1.0 10/14/97 

756 22 555 6 2 HaU·3 A Closet Shelf Intact Wood Beige 0.02,,0.10 NEG ·0.4 ± 0.6 O.O±O.I 1.0 10/14/97 

757 22 556 6 2 HaU·) A Closet Shelf Intact Wood Beige 0.00,,0.14 NEG -0.1 ± 0.6 O.O± 0.1 1.0 10/14197 

758 22 557 6 2 Hall·3 A Closet Shelf Inlllct Wood Beige 003,,010 NEG -0.1±0.7 O.O±O.I 49 10/14/97 

759 22 558 6 2 Hall-3 A Closet Wall Intalct Drywall Beige 2.16~: 0.93 POS 2.1 :1:0.8 2.2:1:0.9 4.9 10/14/97 

760 22 559 6 2 Hall-3 A Closet Wall Intalct Drywall Beige 2.10,:1.49 POS 3.0:1: 1.0 3.0:1: 1.0 6.8 10/14197 

761 22 560 6 2 Hall··) A Ceiling-fan Casing Intact Wood Beige 000,,0.10 NEG 0.3 ± 0.7 O.O± 0 I 1.0 10/14/97 

762 22 561 6 2 HaJl.·3 A Ceiling-fan Casing Inlll.ct Wood Beige 0.08,,010 NEG 0.2 ± 0.5 0.2 ± 0.5 10.0 10/14/97 

763 22 562 6 2 Hall·3 C Overhd.-door Door Intalct Wood Beige 1.00,,0.67 POS 1.5:1: 0.5 1.5:1: 0.5 10.0 10/14197 

764 22 563 6 2 Hall·3 C Overhd.-door Door IDtalet Wood Beige 1.08,: 0.75 POS 0.9:1:0.5 1.1:1: 0.8 9.9 10/14197 

765 22 564 6 2 HaU-3 C Overhd.-door Casing Intalct Wood Beige 1.36~: 0.73 POS 1.5:1:0.5 1.4:1: 0.7 8.0 10/14197 

766 22 565 6 2 Hall·3 C Overhd.-door Casing IntaiC! Wood Beige 1.20,: 0.81 POS 1.4:1: 0.5 1.4:1: 0.5 10.0 10/14197 

767 22 566 6 2 Bath-4 A Wall Wall Intact Drywalli Beige 017,,0)0 NEG 03 ± 0.6 0.2 ± 0.3 2.9 10/14197 

768 22 567 6 2 Bath-4 C Wall Wall Intact Drywalll Beige 01",032 NEG 0.1 ±0.7 02±03 27 10114/97 

769 22 568 6 2 Bath-4 C Window Stool Intact Wood Beige 059,,0.59 NEG 0.9 ± 0 5 0.6 ± 0.6 77 10/14/97 

770 22 569 6 2 Bath-4 C Window Stool Inlllct Wood Beige 0.81,,050 NEG 06 ± 0.3 0.6± 0.3 9.2 10/14197 

771 22 570 6 2 Bath-4 C Window Casing Intact Wood Beige 0.57,,0.36 NEG 0.5 ± 0.4 06±04 5.2 10/14/97 

772 22 571 6 2 Bath-4 C Window Casing Inlllct Wood Beige 0.81 ,,0.48 NEG 0.8 ± 0 4 0.8 ± 0.5 6.3 10/14/97 

773 22 571 6 2 Bath-4 C Window Sash Intad Wood Beige 0.77~, 0.71 POS 3.0:1:0.9 3.0:1: 0.9 4.6 10/14/97 

774 22 573 6 2 Batb-4 C Window Sash IDtad Wood Beige 0.91~: 0.47 POS 1.8:1:0.5 1.8 ± 0.5 6.0 10/14197 

775 22 574 6 2 Batb-4 C Window Mullion IntalC! Wood Beige 0.92~: 0.85 POS 5.9:1: 1.7 5.9:1: 1.7 10.0 10/14197 

776 22 575 6 2 Bath-4 C Window Mullion IntalC! Wood Beige 0.68~, 1.27 POS 6.2:1:2.1 6.2:1: 2.1 3.9 10/14197 

777 22 576 6 2 Bath-4 C Window Trough IntalC! Wood Beige 2.86~, 3.24 POS 13.9:1: 2.7 13.9:1: 2.7 6.9 10/14197 

778 22 577 6 2 Batb-4 C Window Trougb IntalC! Wood Beige 3.43,,2.67 POS 16.9:1: 2.8 16.9 ± 2.8 10.0 10/14197 

779 22 578 6 2 Bath-4 C Door Door Intact Wood Beige 072,,0.42 NEG 0.4 ± 0.4 0.7 ± 0.4 5.6 10114197 

780 22 579 6 2 Bath-4 C Door Door Intact Wood Beige o 6H 0 35 NEG 06:1:04 0.6± 0 4 5.0 10/14/97 

781 22 580 6 2 Batb-4 A Door Casing Intact Wood Beige 1.62~, 1.11 POS 0.3 :1:0.5 1.6:1: 1.1 10.0 10/14/97 

782 22 581 6 2 Bath-4 A Door Casing Intact Wood Beige 087,,0.50 NEG 0.6 ± 0.4 0.9 ± 0 5 6.4 10/14/97 

783 22 582 6 2 Bath-4 A Door Casing Inta.ct Wood Beige 1.13~, 0.59 POS 0.6:1:0.4 1.1:1: 0.6 6.9 10/14197 

784 22 583 6 2 Bath-4 A Door Jamb Inlllct Wood Beige 080,,0.42 NEG 1.1 ± 0.4 0.8 ± 04 5.6 10/14/97 

785 22 584 6 2 Bath-4 A Door Jamb Intact Wood Heige 0.68,,0.38 NEG 0.5 ± 0.4 0.7 ± 0.4 5.3 10/14/97 

786 22 585 6 2 Bath·4 A Cabinet Door-Out Intact Wood Beige 0.00,,0.10 NEG 0.0 ±O 7 o.o± 0 I 10 10114197 

187 22 586 6 2 Bath-4 A Cabinet Door-Out Inlllct Wood Beige 0.00,,0.10 NEG -0.4 ± 0.7 O.O±O.I 10 10114/97 
188 22 587 6 2 Bath-4 A Cabinet Door-Ins Intact Wood Beige 000,,010 NEG 0.1 ±0.6 O.O± 0 1 1.0 10114197 

'89 22 588 6 2 Bath-4 A Cabinet Door-Ins Intact Wood Beige 000,,0.10 NEG -04 ±O 7 O.O±O 1 10 10/14/97 

90 22 589 6 2 Bath·4 A Cabinet Inside Intact Wood Beige 0.00,,010 NEG -08±0.7 O.O± 0.1 1.0 10/14/97 

91 22 590 6 2 Bath-4 A Cabinet Inside Intact Wood Heige 000,,0.10 NEG -0.2 ± 0.6 0.0 ± 0.1 10 10114/97 

92 22 591 6 2 Bath·4 A Radiator Housing Intact Wood Beige 003,,0.11 NEG 0.2 ± 0.6 00±01 10 10/14/97 

93 22 592 6 2 Bath·4 A Radiator Housing Intact Wood Bdge 011 ,,0.39 NEG -03 ± 0 6 0.1 ± 04 2.6 10/14/97 

~4 22 593 6 2 Bath·4 A Ceiling Ceiling Intact Drywall Bdge 0.39,,038 NEG 0.4 ± 0.4 04±04 58 10114197 

)5 22 594 6 2 Bath·4 A Ceiling Ceiling Intact Drywall B,eige 0.21,,021 NEG -0.1 ± 0.5 0.2 ± 0.2 ).6 10/14/97 

16 22 595 6 2 Hall··3 A Ceiling Ceiling Intact DrywaU B,eige 0.44~, 0.41 POS 1.7 :1:0.4 1.7:1: 0.4 8.6 10/14197 

17 22 596 6 2 Hall··3 A Ceiling Ceiling Intact DrywaU B,eige 1.95~, 1.51 POS 3.2:1:0.9 3.2:1:0.9 10_0 10/14/97 

18 22 597 6 2 Hall .. ) A Ceiling Crown-mold Intact Wood Bdge 054,,043 NEG 0.9 ± 0 3 0.9 ± 0.3 9.2 10114197 

'9 22 598 6 2 Hall .. 3 A Ceiling Crown-mold Intact Wood B,eige 0.59,,0.57 NEG 1.1 ± 0.5 0.6± 0.6 7.5 10114/97 

0 22 599 6 2 Hall··3 A Closet Ceiling Intact DrywaU B,eige »5.0~, 1.00 POS 2.2:1: 1.7 2.2:1: 1.7 9.1 10/14197 

1 22 600 6 2 Hall··3 A Closet Ceiling Intact DrywaU B,eige 2.60~, 1.46 POS 2.1 :1:0.9 2.6:1: 1.5 5.7 10114197 

2 22 601 6 2 Room-I A Closet Ceiling Intact Drywal!l B,eige 1.88~, 0.80 POS 1.9:1:0.8 1.9:1: 0.8 4.4 10/14197 
) 22 602 6 2 Room-l A Closet Ceiling Intact Drywalil B,eige 1.86~, 0.82 POS 1.7 :1:0.7 1.9:1:0.8 4.6 10114/97 

I 22 603 6 2 Room-l A Ceiling Ceiling Intact Drywalll B,eige 0.95~, 0.73 POS 2.9:1:0.9 2.9:1: 0.9 10.0 10114/97 

22 604 6 2 Room-l A Ceiling Ceiling Intact Drywalll Bdge 0.94:,0.71 POS 2.8:1:0.9 2.8:1:0.9 10.0 10/14197 

22 605 6 2 Room-l A Ceiling Crown-mold Intact Wood B,eige 0.68~, 0.48 POS 2.3 :1:0.6 2.3:1: 0.6 10.0 10/14/97 

22 606 6 2 Room-l B Ceiling Crown-mold Intact Wood B,eige 0.54~, 0.54 POS 1.9 :1:0.5 1.9:1: 0.5 7.4 10114/97 

22 607 6 2 Bath·) B Ceiling Ceiling Intact Drywall B,eige 0.26,,0.1) NEG 06 ± 0.4 0.3 ± 0.1 23 10/14/97 

22 608 6 2 Bath-) B CeilIng Ceihng Intact Drywall B,eige 0.33010.15 NEG 05 ± 0.4 0.3 ± 0.2 26 10114/97 

22 609 6 :2 Room-2 B Ceiling Ceiling Intact Plaster B,eige 1.71~, 1.50 POS 3.6 ± 1.1 3.6 ± 1.1 5.6 101U/I)~ 

22 610 6 :2 Room-2 B Ceiling Ceiling Intact Plaster ~,eige 0.01 ~,0.10 PO," "AI~n" 

22 611 6 :2 ROottl-2 B Ceiling Crown-mold Int~,..t 

22 612 :2 Room-2 B Cpilinn 
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814 22 613 6 2 Room-2 IS Closet Ceiling Intact Plaster Beige »5.0± 1.00 POS 4.0 ± 1.2 4.0± 1.2 10.0 10114/97 
815 22 614 6 2 Room-2 IS Closet Ceiling Intact Plaster Beige 2.89 ± 3.20 POS 3.8 ± 1.2 3.8 ± 1.2 5.9 10114/97 
816 22 615 6 2 Room-2 C Ceiling Ceiling Intact Drywall Beige OOO±O.IO NEG 00 ± 0.6 00±01 10 10/14/97 
817 22 616 6 2 Room-3 C CeilIng CeilIng Intact Drywall Beige 002±010 INCOM 05±07 00 ± 0.1 23 10/14/97 
818 22 617 6 2 Room-3 C Ceiling CeilIng Intact Drywall Beige 000±01O NEG -0 I ± 0.6 00±01 10 10/14/97 
819 22 618 6 2 Room-3 C Ceiling Crown-mold Intact Wood Beige 000 ± 0.10 NEG 02±04 00±01 10 10/14/97 
820 22 619 6 2 Room-3 C Ceiling Crown-mold Intact Wood Beige OOO±O.IO NEG o I ± 0.4 00±01 10 10/14/97 
821 22 620 6 2 Room-3 C 'Closet Ceiling Intact Plaster Beige »5.0 ± 1.00 POS 4.8 ± 1.8 4.8 ± 1.8 6.8 10114/97 
822 22 621 6 2 Room-3 C Closet Ceiling Intact Plaster Beige 3.29 ± 2.81 POS 4.1 ± 1.4 4.1 ± 1.4 S.O 10/14/97 
823 22 622 6 2 Room-4 C Closet Ceiling Intact Drywall Beige »S.O± 1.00 POS 2.8 ± 1.7 2.8 ± 1.7 10.0 10/14197 
824 22 623 6 2 Room-4 C Closet Ceiling Intact Drywall Beige 2.79± 1.53 POS 2.1 ± 0.9 2.8 ± I.S 5.8 10/14197 
825 22 624 6 2 Room-4 ,C Ceiling Ceiling Intact Drywall Beige 0.66 ± 0.44 POS 1.7 ± 0.4 1.7±0.4 10.0 10/14197 
826 22 625 6 2 Room-4 C Ceiling Ceiling Intact Drywall Beige 0.62 ± 0.44 POS 2.4 ± 0.6 2.4 ± 0.6 10.0 10114/97 
827 22 626 6 2 Room-4 C Ceiling Crown-mold Intact Wood Beige 0.29 ± 0.23 POS 2.1 ± 0.5 2.1 ± 0.5 10.0 10114/97 
828 22 627 6 2 Room-4 C Ceiling Crown-mold Intact Wood Beige 0.27 ± 0.27 POS 2.8 ± 0.9 2.8 ± 0.9 10.0 10114/97 
829 22 628 6 2 Shutter Cal-I Calibrate Calibrate 0.00±000 0.0 ± 0 0 00 ± 0.0 0.0 10114197 
830 22 629 6 2 Calibrate-I C:i1ibratf Calibrate 1.13 ± O.IS POS 0.5 ± 0.5 1.1 ± 0.2 1.2 10114197 
831 22 630 6 2 Calibrate-2 Calibrate Calibrate 094 ± 0.10 NEG 0.5 ± 0.5 09±01 10 10114/97 
832 22 631 6 2 Calibrate-3 CalIbrate Calibrate 098 ± 0.22 NEG 04±04 1.0 ± 0 2 2.1 10114/97 
833 22 202 3 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 00 ± 0.0 O.O± 0.0 00 1019/97 
834 22 203 3 2 Calibrate-I C:ilibrate Calibrate 1.00± 0.14 POS 0.9 ± 0.5 1.0 ± 0.1 1.0 10114/97 
835 22 204 3 2 Calibrate-2 C:ilibrate Calibrate 1.04 ± 0.25 POS 0.3± 0.5 1.0± 0.3 2.2 10114197 
836 22 205 3 2: Room-3 A Wall-Upr Wall-Upr Intact Drywall BeIge 0.00 ± 0.13 NEG 0.1 ± 0 4 0.0 ± 0.1 10 10/14/97 
837 22 206 3 2: Room-3 IIJ Wall-Upr Wall-Upr Intact Drywall Beige 0.04 ± 0.10 NEG -0.1 ±0.6 O.O±O.I 60 10/14/97 
838 22 207 3 2 Room-3 C Wall-Lwr Wall-Upr Intact Wood Beige 009±010 NEG -05 ± 0 6 -05 ± 0 6 10.0 10/14/97 
839 22 208 3 2 Room-3 D Wall-Lwr Wall-Upr Intact Wood Beige 001 ± 0.30 NEG 0.1 ±07 00 ± 0.3 1.0 10/14/97 
840 22 209 3 2 Room-3 A Door-I Door Intact Wood Beige o 16±0.31 NEG -0.4 ± 0.6 02 ± 0.3 23 10114197 
841 22 210 3 2 Room-3 D Door-2 Door Intact Wood Beige 030 ± 0.31 NEG 0.4 ± 0.4 03±03 43 10/14/97 
842 22 211 3 2: Room-3 IJ Door-3 Casing Intact Wood Beige 0.00±0.16 NEG 0.1 ± 0.7 00±02 10 10/14/97 
843 22 212 3 2: Room-3 A Door-I Casing Intact Wood Beige 0.01 ± 010 NEG -0.1 ± 0.6 O.O±O I 1.4 10/14/97 
844 22 213 3 2: Room-3 D Door-2 Jamb Intact Wood Beige 0.60 ± 0.43 NEG 0.5 ± 0.4 06 ± 0.4 5.4 10/14/97 
845 22 214 3 2 Room-3 IJ Door-3 Jamb Intact Wood Beige 068 ± 0.88 INCOM 00±08 0.0 ± 0 8 8.1 10/14197 
846 22 215 3 2: Room-3 D Door-3 Jamb Intact Wood Beige 048 ± 0.50 NEG 04 ± 0.4 0.5 ± 0 5 6.3 10/14197 
847 22 216 3 2: Room-3 B Window-I Apron Intact Wood Beige 000 ± 0.14 NEG 0.2 ± 0.6 00±01 10 10114/97 
848 22 217 3 2: Room-3 C Window-2: Apron Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.7 O.O± 0.1 1.0 10/14/97 
849 22 218 3 2: Room-3 C Wmdow-3 Stool Intact Wood Beige 0.01±0.10 NEG 0.0±0.6 OO±O.I 1.0 10/14/97 
850 22 219 3 2: Room-3 B Window-I Stool Intact Wood Beige 0.01 ± 0.24 NEG -0.1 ± 0.5 0.0 ± 0.2 10 10/14/97 
851 22 220 3 2 Room-3 C Window-2: Casing Intact Wood Beige 000 ± 0.10 NEG 05 ± OJ o.o± 0.1 10 10/14197 
852 22 221 3 2: Room-3 C Window-J, Casing Intact Wood Beige 001±0.10 NEG 0.1 ±06 O.O±O.I 1.8 10/14/97 
853 22 222 3 2 Room-3 IS Window-II Sash Intact Wood Beige 0.49 ± 0.58 POS 2.0±0.5 2.0*0.5 7.2 10114197 
854 22 223 3 2 Room-3 C Wmdow-2: Sash Intact Wood Beige 0.47 ± 1.42 INCOM 3.2 ± 1.4 05±14 5 I 10/14/97 
855 22 224 3 2 Room-3 C Window-2 Sash Intact Wood Beige 0.70 ± 0.73 POS 2.5 ± 0.7 2.5 ± 0.7 S.9 10/14197 
856 22 225 J 2 Room-3 C Window-" Trough Peeling Wood Beige 2.19 ± 3.91 POS 15.1 ± 3.1 15.1 ± 3.1 5.2 10/14197 
857 22 226 3 2 Room-3 C Window-" Trough Peeling Wood Beige 1.78±1.73 POS 13.8 ± 3.1 13.8 ± 3.1 3.5 10/14197 
858 22 227 3 2 Room-3 13 Window-I Mullion Intact Wood Beige 0.58 ± 0.24 NEG 1.1±05 0.6 ± 0.2 32 10114197 
859 22 228 3 2 Room-3 C Window-2 Mullion Intact Wood Beige 0.81 ± 0.38 POS 2.1 ± 0.5 2.1 ± 0.5 4.6 10/14197 
860 22 229 J 2 Room-3 C Window-;J Mullion Intact Wood Beige 0.90*0.66 POS 2.3 ±0.6 2.3 ±0.6 5.9 10114/97 
861 22 230 3 2 Room-3 13 Radiator Housing Intact Wood Beige 007 ± 0 36 NEG 0.2 ± 0.5 0.1 ±0.4 2 I 10114/97 
862 22 231 3 2 Room-3 13 RlIdiator Housing Intact Wood Beige 0.01 ± 0 10 NEG -0.2 ± 0.6 OO±O.I 10 10114/97 
863 22 232 3 2 Room-3 13 Radiator Radiator Intact Metal Beige 0.10 ± 0.41 NEG -0 I ± 0 9 0.1 ±04 38 10114197 
864 22 233 3 2 Room-3 13 Radiator Radiator Intact Metal Beige 025 ± 010 NEG 03 ± 0.9 0.3 ± 0.9 10.0 10/14/97 
865 22 234 3 2 Room-3 C Closet-I Door Intact Wood Beige 052 ± 0 35 NEG 0.3 ± 0 4 0.5 ± 0 4 4.5 10114/97 
866 22 235 3 2 Room-3 C Closet-I Door Intact Wood Beige 0.32 ± 0.19 NEG 0.2 ± 0 4 03 ± 0.2 2.9 10114/97 
867 22 236 3 2 Room-3 C Closet-I Casing Intact Wood Beige 038 ± 018 NEG 0.1 ± 0 4 04±02 2.6 10/14/97 
868 22 237 3 2 Room-3 C Closet-I Casing Intact Wood Beige 043 ± 0 20 NEG 0.6 ± 0 4 0.4 ± 0 2 28 10114/97 
869 22 238 3 2 Room-3 C C1oset-1 Jamb Intact Wood Beige 044 ± 0 20 NEG 05 ± 0.4 04±02 28 10/14/97 
870 22 239 3 2 Room-3 C Closet-I Jamb Intact Wood Beige 0.50 ± 0 26 NEG 01±0.4 0.5 ± 0 3 34 10/14/97 
871 22 240 3 2 Room-3 13 Closet-I Baseboard Intact Wood Beige 0.41±0.I8 NEG 0.4 ± 0 5 04±O2 2.5 10114/97 
872 22 241 3 2 Room-3 A Closet-I Baseboard Intact Wood Beige 0.22 ± 015 NEG 0.3 ± 0 4 0.2 ± 0 2 25 10114/97 
873 22 242 3 2 Room·3 A Closet-I Floor Intact Wood Varnish OOO±O 10 NEG -0.1 ±06 O.O±O.I 10 10114/97 
874 22 243 3 2 Room·3 B Closet-I Floor Intact Wood Varnish 001 ±O 17 NEG 0.0 ± 0.7 00±02 1.0 10/14/97 
875 22 244 3 2 Room-3 A Closet-I Shelf Intact Wood Beige 000 ± 0.10 NEG -03 ± 0.6 O.O± 0.1 1.0 10/14/97 
876 22 245 3 2 Room-3 A Closet-I Shelf Intact Wood Beige 000 ± 0.10 NEG -0.2 ± 0.6 O.O± 0 I 1.0 10/14/97 
877 22 246 3 2 Room-3 0 Closet-I Wall Intact Drywall Beige 2.28 ± 1.24 POS 2.1 ± 0.7 2.1 ± 0.7 8.4 10/14/97 
878 22 247 3 2 Room-3 C Closet-I Wall Intact Drywall Beige »S.O± 1.00 POS 6.6 ± 2.1 6.6±2.1 8.3 10114/97 
879 22 248 3 2 Room-3 C Closet-I Hanger-Rod-Upr Intact Metal Beige o 10±028 NEG -0 I ±06 01 ± 0.3 4.8 10/14/97 
880 22 249 3 2 Room-3 C Closet-I Hanger-Rod-Lwr Intact Metal Beige 006±010 NEG 05±06 01 ± 0 I 14 10114197 
881 22 250 3 2 Room-3 13 Closet-2 Door Intact Wood Beige 028 ± 017 NEG 07±04 03±02 26 10/14/97 
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882 22 251 :I 2 Room-3 B Closet-2 Door Intact Wood Beige 0. 39 ± 0..24 NEG 0..2 ± 0..4 0..4 ± a 2 3.5 10/14/97 

883 22 252 :I 2 Room-3 B Closet-2 Casing Intact Wood Beige 0.12 ± a 25 NEG -a I ±a.7 0..1 ± 0..3 L8 10./14/97 

884 22 253 :I 2 Room-3 B Closet-2 Casing Intact Wood Beige D12±a21 NEG a I ± 0..6 a I ± a 2 17 10.114/97 

885 22 2541 :I 2 Room-3 B 000r-2 Jamb Intact Wood Beige 0. 54 ± 0..28 NEG a3±a4 a5±a3 37 10./14/97 

886 22 255 :I 2 Room-3 B 000r-2 Jamb Intaci Wood Beige 0. 91 ± a 39 NEG 0.6 ± 0..5 0. 9 ± 0..4 44 10114/97 

887 22 256 :I 2 Room-3 A Closet-2 Baseboard Intact Wood Beige D28±o.21 NEG a8±a4 0..3 ± 0..2 32 10/14/97 

888 22 251' :I 2 Room-3 0 Closet-2 Baseboard Intact Wood Beige 0..35 ± a 34 NEG a6±a4 0. 4 ± 0..3 46 10/14/97 

889 22 25!1 :I 2 Room-3 0 Closet-2 Floor Intact Wood Varnish o.ao.±o.lo. NEG -a3±a.7 aa± 0..1 La 10./14/97 

890. 22 25S1 :I 2 Room-3 A Closet-2 Floor Inlact Wood Varnish a.aa± 0..10. NEG -0..3 ± a 7 ao.±o.l 1.0. 10/14/97 

891 22 260 :I 2 Roorn-3 0 Closet-2 Shelf Intact Wood Beige ao.a±o.lo. NEG -a 2 ± a 6 a.a±a.1 1.0. 10/14/97 

892 22 261 :I 2 Room-3 0 Closet-2 Shelf Intact Wood Beige 000±01O NEG -0 5± 0..7 00±01 10 10/14/97 

893 22 26l: " 2 Room-3 D Closet-2 Wall Inlaet Drywall Beige 2.62:1: 3.48 POS 3.3:1: 1.2 3.3 ± 1.2 7,,1 10/14197 

894 22 2631 " 2 Room-3 C Closel-2 Wan Inlacl Drywall Beige »5.0:1: 1.00 POS 4.3:1: 1.9 4.3:1: 1.9 10.0 10/14197 

895 22 2M :I 2 Room-3 C Closet-2 Hanger-Rod Intact Metal Beige o..OH 0.11 NEG 0..1 ± 0.9 a.a± 0..1 L2 10./14/97 

896 22 26ji :I 2 Room-3 C Closet-2 Hanger-Rod Intact Met,al Betge aD4±011 NEG -0.1 ± 1 0. ao±a.l LI 10/14/97 

897 22 266 :I 2 Room-3 C Wall Baseboard Intact Wood Beige OOO±O.IO NEG 03±06 0..0.±0.1 10 10114/97 

898 22 267 :I 2 Room-3 D Wall Baseboard Intact Wood Beige OOO.±O. 10. NEG 0.2 ± 0..3 o.o±a.1 LO 10/14/97 

899 22 26!1 :I 2 Room-3 D Wall Chair-rail Intact Wood Beige OOO±O.lO NEG 01 ±0.6 0..0±0.1 1.0 10114/97 

900 22 269 :I 2 Room-3 C Wall Chair-rail Intact Wood Beige 0. 00. ± 0.20 NEG 02±a5 a a± 0..2 10. 10/14/97 

901 22 270 :I 2 Room-3 C Floor Calibrate Intact Wood Varnish o.aa±olO NEG -0..2 ± 0.6 o.o±a.1 10 10./14/97 

902 22 271 :I 2 Room-3 D Floor Calibrate Intact Wood Varnish D.DD± 0..10. NEG -03±0.7 a.a± 0..1 1.0 10/14/97 

903 22 272: :I 2 Room-4 A Wall-Upr Calibrate Intact Orywall Beige 003 ± 0.29 NEG -0.1 ± 0.8 0.0 ± 0.3 23 10/14/97 

90-4 n 2731 21 2 Room-4 D Wall-Upr Calibrate Intact Drywall Beige 1.38± 1.07 POS 4.2 ± 1.2 4.2 ± 1.2 10.0 10/14197 

90S 22 2741 21 2 Room-4 C Wall-Upr Calibrate Intact Drywall Beige 0.98:1: 0.87 POS 3.6 * 1.0 3.6:1: 1.0 9 .. 4 10/14197 

906 22 27~i 31 2 Room-4 C Wall-Lwr Calibrate Intact WO~ld Beige 1.23 :1:0_85 POS 1.6 ± 0.5 1.6:1: 0_5 10.0 10114197 

907 22 27~, 21 2 Room-4 B Wall-Lwr Calibrate Intact WO~ld Beige 1.30± 0.89 POS 1.0 ± 0.5 1.3:1: 0.9 10.0 10/14197 

90.8 22 277 3 2 Room-4 A Ooor-I Door Intact Wood Beige 0.44 ± 0.43 NEG 0.2 ± 0.3 0.2±a3 8.5 10/14197 

90.9 22 2n 3 2 Room-4 B 000r-2 Door Intact Wood Beige 0..19±a 18 NEG 03±04 02 ± 0.2 28 10/14/97 

910 22 279' 3 2 Room-4 B 0001"-3 Casing Intact Wood Beige D23±a18 NEG 0.5 ± 0.4 0.2 ± 0. 2 29 10.114/97 

911 22 28CI " 2 Room-4 A Ooor-I Casing Intact Wood Beige 0.25 ± 0 30 NEG 02 ± 0.4 03±03 43 10/14/97 

912 22 281 ;I 2 Room-4 B 000r-2 Jamb Intact Wood Beige 021 ± a 24 NEG 0..1 ± 0 S 0..2 ± 0 2 3.5 10./14197 

913 22 282. 3 2 Room-4 B 000r-3 Jamb Intact Wood Beige 0.43 ± 0 34 NEG 0..3 ± 0..4 0.4 ± 0..3 46 10/14/97 

914 22 283 " 2 Room-4 C Window-I Apron Intact Wocld Beige 0.46 ± 0..56 NEG a4±05 0.5 ± 0 6 6.7 10/14/97 

915 22 284 :I 2 Room-4 C Window-2 Apron Intact Wood Beige 0. 69 ± a 65 NEG 0.5 ± 0.4 0..7 ± 0 7 7.8 10.114/97 

916 22 285 3 2 Room-4 D Window-3 Stool Intact Woc,d Beige 0..0.7 ± 0..13 NEG 0..8 ± 0. 4 a I ± 0 I 20. 10./14/97 

917 22 286 " 2 Room-4 C Window-I Stool Intact Wood Beige 0.10 ± 0 30 NEG 04 ± 0.4 0..1 ± 0..3 3.4 10/14197 

918 22 287 3 2 Room-4 C Window-2 Casing Intact Woe,d Beige a.QJ ± 0..29 NEG 0.0. ± 0..7 0..0. ± 0. 3 \.0. 10/14/97 

919 22 288 " 2 Room-4 D Window-3 Casing Intact Wood Beige a.4l±o..51 NEG 0..3 ± 0.4 0. 4 ± 0..5 6.1 10.114/97 

920 ZZ 289' 31 2 Room-4 C Window-l Sash Intact Wo~d Beige 0.23:1: 0.61 POS 2.9:1:0.9 2_9:1: 0.9 3.7 10/14197 

921 22 290 31 2 Room-4 C Window-2 Sash Inlact Wood Beige 0.88:1: 0.64 POS 2.0:1:0.5 2.0±0.S 9.8 10/14197 

922 22 291 31 2 Room-4 C Window-2 Trough Poor Wo~d Beige 2.74 :1:3.36 POS 17.7 ± 3.5 17.7 ± 3_5 4.2 10/14197 

923 22 292 31 2 Room-4 C Window-2 Trough Poor Wood Beige 3.67:1: 2.43 POS 20_t ± 3_S 20.1±3.S 4.8 10/14197 

924 22 293 " 2 Room-4 0 Window-2 Mullion Fair Wood Beige 0..60:1: 0..23 NEG 1.I±04 0.6 ± 0 2 38 10/14/97 _, 
925 22 294 3 2 Room-4 C Window-I Mullion Fair Wood Beige 0.66±a41 NEG 0.7 ± 0.4 0.7 ± 0.4 5.1 10./14/97 

926 22 295 " 2 Room-4 D Radiator Housing Fair Wood Beige 002±0.la NEG -a I ±a6 oa±ol I a 10114/97 
_I 

927 22 296 " 2 Room-4 0 Radiator Housing FaIr Wood Beige 0.01±0..10. NEG -02 ± 0.5 0..0 ± 0. I I a 10/14/97 _, 

928 22 297 2 Room-4 0 Radiator Calibrate Fair Metal Beige Oa6±a29 NEG 0..3 ± 0.9 0..1 ± 0.3 35 10/14/97 

929 22 298 2 Room-4 D Radiator Calibrate Fair Mellli Beige 0.14 ± 0..33 NEG 0.5 ± 0.6 01 ± o.J 54 10./14/97 

930 22 299 2 Room-4 C Closet-l Door Fair Wood Beige 031±0.27 NEG 0.3 ± 0.4 0.3 ± 0..3 38 10.114/97 

931 22 30.0 31 2 Room-4 C Closet-I Door Fair Woo,d Beige 021 ±0..22 NEG 0..1 ± 0.4 02 ± 0..2 28 10/14/97 

932 22 30.1 31 2 Room-4 C Closet-I Casing Fair Wood Beige a.14±0.14 NEG 0..2 ± 0 4 0.1 ± a I 19 10/14/97 

933 22 302 " 2 Room-4 C Closet-I Casing FaIr Wood Beige 0.33 ± 0.16 NEG 0..2 ± 0..4 0..3 ± a 2 2.4 10/14/97 _, 
934 22 30.3 " 2 Room-4 C Closet-I Jamb Fair Wood Beige o 17± 0 27 NEG 02±0.5 0.2 ± 0.3 27 10/14197 _, 
935 22 304 " 2 Room-4 C Closet-I Jamb Fair Wood Beige 0.33 ± 0. 36 NEG O.O± 0.4 0..3 ± 0.4 4.8 10114/97 

.1 

936 22 30.5 " 2 Room-4 D Closet-I Baseboard Fair Wood Beige 0.29 ± 0..24 NEG 06±0.4 03 ± 0..2 3.5 10/14/97 _, 
~37 22 306 31 2 Room-4 A Closet-l Baseboard Fair Wood Beige 0.91 ± 0.79 POS 2.1 ± 0.5 2.1:1: 0.5 8_7 10114/97 

J38 22 307 31 2 Room-4 B Closet-I Baseboard Fair Wood Beige 0.40 ± 0.21 POS I.3:1: 0.4 1.3 ± 0.4 4.3 10/14197 

139 22 30.8 2 Room-4 B Unlisted-I Floor Fair Wood Varnish aoo±al9 NEG -a 4 ± a 6 0.0.±a2 10 10/14/97 

140 22 309 2 Room-4 A Unlisted-I Floor Fair Wood Varnish aoa± 0.10. NEG -0. 2 ± 0 6 aa±al 1.0. 10./14/97 

141 22 310 3 2 Room-4 B Closet-I Elcc-condu Fair Metal Beige aao±alO NEG 03±07 OO±O.I 14 10./14/97 

'42 22 311 2 Room-4 B Closet-I Elec-condu Fair Metal Beige o.al±al2 NEG 0.6 ± 0..6 o..a±o.1 10 10/14/97 

43 22 312 3> 2 Room-4 A Closet-I Shelf Fair Wood Beige 0.0.1 ± 0..11 NEG 03 ± 0.6 ao±al I a 10./14/97 

44 22 313 3, 2 Room-4 A Closet-I Shelf Fair Wood Beige om ± 0.10 NEG -04±0.6 0..0±0..1 1.0 10./14/97 

45 22 314 3- 2 Room-4 A Closet-I Hanger-Rod Fair Metal Beige 0..30. ± 0 36 NEG 06 ± 0..6 a3±04 5.6 10.114/97 

46 22 315 3- 2 Room-4 A Closet-I Hanger-Rod Fair Metal Beige aOI±OIO NEG -0.3 ± I I 0.0. ± 0..1 1.0. 10.114/97 

t7 22 316 3 2 Shutter Cal-I Calibrate Calibrate 0.00. ± 0.00 0.0 ± 0.0 nn ... nn 
18 22 317 3 2 Calibrate-I Calibrate Calibrate 
19 22 318 ~, 1 Calibratc-2 Calibrate 1"' •• Ll._ 
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150 22 319 :5 2 Calibrate-3 Calibrate Calibrate 1.12 ± 0.26 POS 0.6 ±0.5 I..l ±0.3 2.3 10/14197 
'51 22 320 :5 2 Calibrate-4 Calibrate Calibrate 1.19 ± 0.28 POS 0.1 ± 0.4 1.2 ± 0.3 2.3 10114/97 
152 22 3211 3 2 Calibrate-5 Calibrate Calibrate 0.99 ± 0.23 POS 0.4 ± 0.5 1.0± 0.2 2.1 10/14/97 
153 22 322 :> 2 Room-4 D Closet·2 Door Intact Wood Beige 078±041 NEG 08±0.4 08±04 47 10114/97 
}54 22 323 :> 2 Room·4 D Closet·2 Door Intact Wood Beige 0.30 ± 0 20 NEG 06±04 03 ± 0.2 29 10/14/97 
~55 22 324 :> 2 Room·4 D Closet·2 Casing Intact Wood Beige 006±0.14 NEG 00 ± 0.5 0.1 ± 0.1 1.5 101\4/97 
956 22 32~; :, 2 Room-4 D Closet-2 Casing Intact Wood Beige 0.10 ± 0.43 NEG 02 ± 0.6 0.1 ± 0.4 2.6 10/14/97 
957 22 326 :> 2 Room-4 D Closet-2 Jamb Intact Wood Beige 047 ± 0 26 NEG 06 ±0.4 0.5 ± 0 3 36 10114/97 
958 22 327 :> 2 Room-4 D Clo~;et-2 Jamb Intact Wood Beige 025 ± 0.22 NEG 0.6 ± 0 4 03±02 34 10114/97 
959 22 3211 :5 2 Room-4 B Clmlet-2 Baseboard Intact Wood Beige 0.99± 0.45 POS 1.6 ± 0.5 1..0 ± 0.5 5.0 10/14197 
960 22 329 :> 2 Room-4 C Closet-2 Baseboard Intact Wood Beige 0.63 ± 0.41 NEG 09±04 0.6 ± 0.4 5.3 10/14/97 
961 22 330 :5 2 Room-4 0 Clo!let-2 Baseboard Intact WO~ld Beige 1.10± 2.68 POS 6.5 ± 2.3 6 .. 5± 2.3 5.9 10/14197 
962 22 3311 :> 2 Room-4 D Closet-2 Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0.4 ± 0 6 O.O± 0.1 10 10114/97 
963 22 332 :> 2 Room-4 C C10set-2 Floor Intact Wood Varnish 001 ±031 NEG -0.6 ± 0.6 0.0 ± 0 3 10 10114/97 
964 22 333 :> 2 Room·4 B Closet-2 Shelf Intact Wood Beige 0.04 ± 0 34 NEG 0.1 ± 0.5 00 ± 0.3 23 10114/97 
965 22 334 :> 2 Room-4 B Closet-2 Shelf Intact Wood Beige 0.21±0.10 NEG -0.5 ± 0.6 -05 ± 0 6 100 10114/97 
966 22 33~; :3 2 Room-4 B Closet-2 Hanger-Rod Intact Metal Beige 003±016 NEG 0.0 ± 0 9 0.0 ± 0 2 1.4 10114/97 
967 22 336 :> 2 Room-4 B Closet-2 Hanger-Rod Intact Metal Beige o 13 ± 0 36 NEG ·0.4 ± 1.0 01±04 55 10/14/97 
968 22 337 :5 2 Room-4 C Clmlet-2 Wall Intact Orywall Beige 1.94 ± 1.17 POS 4.1 ± 1.2 4 . .1 ± 1.2 4.9 10/14197 
969 22 3311 :J 2 Room-4 A Clollef-2 Wall Intact Drywall Beige 3.13 ± 2.97 POS 3.0± 1.0 3 .. 0± 1.0 10.0 10/14197 
970 22 339 :> 2 Room-4 A Wall Chair-rail Intact Wood Beige 01O±0.1O NEG 0.1 ±O 7 0.1 ± 0 7 10.0 10/14/97 
971 22 340 :> 2 Room-4 D Wall Chair-rail Intact Wood Beige 011 ± 0.18 NEG 0.7 ± OA 01 ± 0.2 7.6 10/14/97 
972 22 3411 :> 2 Room-4 D Wall Baseboard Intact Wood Beige 0.34 ± 0.49 NEG 1.0 ± 0 5 0.3 ± 0 5 60 10114/97 
973 22 342 :> 2 Room-4 A Wall Baseboard Intact Wood Beige 0.27 ± 0.39 NEG O.6± 0.5 0..3 ±04 7.3 10114/97 
974 22 343 :> 2 Room-4 A Cabinet Floor Intact Wood Varnish O.OO±O.IO NEG 0.3 ± 0 7 OO±O.1 10 10114/97 
975 22 344 :> 2 Room-4 D Cabinet Floor Intact Wood Varnish 0.00 ± 0.10 NEG .0.2 ± 0 6 OO±O.I 10 10/14/97 
976 22 345 3 I Room-I D CeIling Ceiling Intact Drywall Beige 0.62 ± 0.48 NEG 1.0 ± 0 5 0.6 ± 0 5 62 10/14/97 
977 22 341; :J 1 Room-I C Ceiling Ceiling Intact Drywall Beige 0.72 ± 0.47 POS 1.1 ± 0.4 l.1 ± 0.4 10.0 10/14197 
978 22 347 3 1 Room-I C Ceiling Ceiling Intact Drywall Beige 046 ± 0.36 NEG 0.6 ± 0.5 0.5 ± 0.4 5.1 10/14/97 
979 22 348 :I 1 Room-I C Door Crown-mold Intact Wood Beige 0.65 ± OA9 NEG 1.2 ± 0.5 07 ± 0.5 6.0 10114/97 
980 22 349 :I I Room-I D Door Crown-mold Intact Wood Beige 057 ± 0.45 NEG 0.7 ± 0.3 07±03 93 10/14/97 
981 22 350 :I I Bath-I A Door Crown-mold Intact Wood Beige 0.47± 0 16 NEG 04±0.4 05±02 20 10/14197 
982 22 351 :I I Bath-I D Door Crown-mold Intact Wood Beige 0.35±0 13 NEG 05±05 04 ± 0.1 19 10114/97 
983 22 352 :I I Bath-I D Ceiling Ceihng Intact Drywall Beige 0.48 ± 0.19 NEG 07 ± 0.5 0.5 ± 0.2 27 10114/97 
984 22 353 :I I Bath-I C Ceiling Ceiling Intact Drywall Beige 048±0.21 NEG 07 ± 0.5 05 ± 0.2 3.0 10/14/97 
985 22 35~1 :J 1 Hall-l A Ceiling Ceiling Intact Drywall Beige 2.38 ± 1.82 POS 2.6 ±0.8 2 .. 6± 0.8 10.0 10/14197 
986 22 35S :I 1 Hall-l D Ceiling Ceiling Intact Drywall Beige 1.75± 1.36 POS 3.3 ± 1.0 3..3 ± 1.0 10.0 10114197 
987 22 351; :I 1 Hall-l D Ceiling Crown-mold Intact Wood Beige 1.10 ± 0.82 POS 2.2±0.6 2 .. 2 ± 0.6 9.8 10/14197 
988 22 35~' :J 1 Hall-l A Ceiling Crown-mold Intact WO~ld Beige 1.15 ± 0.79 POS 1.3 ± 0.5 1..3 ± 0.5 10.0 10114197 
989 22 3511 :I 1 Porch-l C Porch Ceiling Intact WO~ld White »5.0± 1.00 POS 3.9 ± 1.3 3 .. 9 ± 1.3 7.2 10/14197 
990 22 355' :1 1 Porch-l B Por'ch-I Ceiling Intact Wood White »5.0± 1.00 POS 13.9 ± 2.9 13..9 ± 2.9 9.1 10/14197 
991 22 360 :I 1 Room-2 A Ceiling Ceiling Intact Drywall White 0.01 ± 010 NEG 0.2 ± 0.6 O .. O± 0.1 1.0 10/14/97 
992 22 361 :; I Room-2 D Ceiling Ceiling Intact Drywall White 0.OO±0.10 NEG -0.2 ± 0.6 OO±OI 1.0 10/14/97 
993 22 361~ :1 1 Room-2 D Ceiling Crown-mold Intact Wood White 0.67 ± 0.44 POS 1.7 ± 0.4 1..7 ± 0.4 10.0 10/14197 
994 22 3631 :I 1 Room-2 A Ceiling Crown-mold Intact Wood White 0.34± 0.41 POS 1.2 ± 0.3 l..2 ± 0.3 7.6 10114197 
995 22 3M :I 1 Hall-l 0 Closet Ceiling Intact Wood White 1.98 ± 0.97 POS 1.9 ± 0.7 2 .. 0 ± 1.0 6.4 10/14197 
996 22 36S :I 1 Hall-l B Closet Ceiling Intact Wood White 1.32 ± 0.53 POS 1.6 ± 0.5 1..3 ± 0.5 5.4 10114197 
997 22 36li :I 1 Room-3 A Ceiling Ceiling Intact Dryw·all White 1.32 ± 0.91 POS 1.7 ± 0.6 1..7 ± 0.6 10.0 10/14197 
998 22 36~r :J 1 Room-3 D Ceiling Ceiling Intact Drywall White 0.83 ± 0.54 POS 1.2 ± 0.4 1..2 ± 0.4 10.0 10/14197 
999 22 36fl :J 1 Room-3 0 Ceiling Crown-mold Intact Wood Wbite 0.54±0.36 POS 1.1 ± 0.4 1..1 ± 0.4 10.0 10/14197 
1000 22 365' :J 1 Room-3 A Ceiling Crown-mold Intact Wood White 0.71 ±0.49 POS 1.8± 0.5 1..8±0.5 10.0 10/14197 
1001 22 370 :I 1 Room-4 B Ceiling Crown-mold Intact Wood Beige 028 ± 0 36 NEG 0.7 ± 0.4 0.3 ± 04 7.6 10/14/97 
1002 22 371 :J 1 Room-4 C Ceiling Crown-mold Intact Wood Beige 0.14 ± 0.19 POS 1.5 ± 0.4 1..5 ± 0.4 4.3 10/14197 
1003 22 372 :I I Room-4 D Ceiling Crown-mold Intact Wood Beige 026 ± 0 39 NEG 07 ± 0.5 03 ± 0.4 7.0 10/14/97 
1004 22 373 :I 1 Room-4 D Ceiling Ceiling Intact Drywall Beige 002 ± 0.17 NEG 0.1 ±O4 0.0 ± 0 2 19 10114/97 
1005 22 374 :I I Room-4 C Ceiling Ceiling Intact Drywall Beige 001 ± 0.10 NEG -0.1 ± 0.6 00±01 1.5 10/14/97 
1006 22 37~i :I 1 Room-5 B Ceiling Ceiling Intact Drywall Beige 033±0 17 NEG 0.3 ± 0.4 03 ± 0.2 2.6 10114/97 
1007 22 376 :I I Room-5 A Ceiling Ceiling Intact Drywall Beige 0.37 ± 0.14 NEG 0.4 ± OA 0.4 ± 0 I 20 10/14/97 
1008 22 377 :I I Kitchen B Ceiling Ceiling Intact Drywall Beige 0.34 ± 0.19 NEG 0.1 ± 0 4 03±02 3.0 10/14/97 
1009 22 37!~ :I 1 Kitchen C Ceiling Ceiling Intact Drywall Beige 036±014 NEG 0.2 ± 0 4 04±0.1 2.1 10114/97 
1010 22 371' ;1 1 Porch C Por,ch-2 Ceiling Intact Wood White »5.0± 1.00 POS 8.5±2.6 8 .. 5 ± 2.6 2.7 10/14197 
1011 22 380 :1 1 Porch D Por,ch-2 Ceiling Intact Wood White »5.0± 1.00 POS 1l.1±2.7 11..1 ± 2.7 2.3 10/14/97 
1012 22 381 :I 1 Room-6 B Ceiling Ceiling Intact Drywall Beige 1.11 ± 0.83 POS 1.1 ± 0.5 1..1 ±0.5 9.6 10/14197 
1013 22 381~ :J 1 Room-6 C Ceiling Ceiling Intact Drywall Beige 1.04 ± 0.71 POS 1.3 ± 0.5 \..3 ± 0.5 10.0 10/14197 
1014 22 3831 :I 1 Room-6 C Ceiling Crown-mold Intact Wood Beige 0.65 ± 0.48 POS 2.5 ± 0.7 2 .. 5 ± 0.7 10.0 10114197 
1015 22 384 :J 1 Room-6 B Ceiling Crown-mold Intact Wood Beige 0.87 ± 1.13 POS 2.7 ± 0.9 2 .. 7 ±0.9 7.4 10/14197 
1016 22 38S :I 1 Room-6 B Closet Ceiling Intact Drywall Beige 2.00±0.87 POS 1.8 ± 0.8 2 .. 0±0.9 4.2 10/14197 
1017 22 386 :I 1 Room-6 C Closet Ceiling Intact Drywall Beige 2.78 ± 1.36 POS 1.7 ± 1.0 2 .. 8 ± 1.4 4.5 10/14197 
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1018 22 387 3 1 Bath-2 D Ceiling Ceiling Intact Drywall Beige 002 ± 018 NEG 0.1 ±04 0.0 ± 0.2 1.3 10114/97 
1019 22 388 3 I Bath-2 A Ceiling Ceiling Intact Drywall Beige 010 ± 0 26 NEG 02±08 0:1 ± 0.3 63 10/14/97 
1020 22 389 3 I Bath-2 D Ceiling Crown-mold Intact Wood Beige 000±01O NEG 01 ±0.7 O.O±O I 10 10/14/97 
1021 22 390 3 I Bath-2 C Ceiling Crown-mold Intact Wood Beige 014±010 NEG 0.2 ± 0 5 0.2 ± 0.5 10.0 10/14/97 
1022 22 391 3 I Shutter Cal-I Calibrate Cahbrate 0.00 ± 0 00 o O± 0.0 0.0 ± 0 0 0.0 10114/97 
1023 0 392 3 I Calibrate-I Calibrate Calibrate 0.97 ± 0.10 NEG 04 ± 0.5 10 ± 0.1 10 10/14/97 
1024 ° 393 3 I Calibrate-2 Calibrate Calibrate 1.21 * 0.28 POs. 0.4*0.4 U*0.3 2.4 10114197 
1025 ° 394 3 1 Calibrate-3 Calibrate Calibrate 1.23 * 0.30 POS 0.9*0.4 I.:! * 0.3 2.5 10114197 
1026 ° 395 3 1 Calibrate-4 Calibrate Calibrate 1.25* 0.30 POS. 0.1 * 0.4 1.:1*0.3 2.5 10/14197 
1027 ° 396 3 I Calibrate-5 Calibrate Calibrate 0.98 ± 0 22 NEG 0.7 ±0.5 1.()±02 2.0 10/14/97 
1028 22 632 6 1 Shutter Ca1-1 Calibrate Calibrate O.OO± 0.00 OO±OO O.O±O.O 00 10/14/97 
1029 22 633 6 1 Calibrate-l Calibrate Calibrate 1.01 *0.13 POs. 0.7 * 0.4 1.0 * 0.1 1.0 10/15197 

1030 22 634 6 1 Calibrate-2 Calibrate Calibrate 1.03 * 0.22 POS: 0.6*0.4 1.0*0.2 2.2 10/15197 

1031 22 635 6 1 House-Ext A House Wall Peeling Masonite Beige 001 ±O.10 NEG 0.3 ± 0.7 OO±O.I 10 10/15/97 
1032 22 636 6 I House-Ext A House Wall Peeling Masonite Beige 0.00±0.10 NEG -060100.8 o.()± 0 I 1.0 10/15197 
1033 22 637 6 1 House-Ext D House Wall Peeling Masonite Beige 0010100.29 NEG -0.2 ± 08 0.0010 0 3 1.1 10/15/97 
1034 22 638 6 I House-Ext D House Wall Peeling Masonite Beige 001 ±0.13 NEG -0.1010 0 7 O()± 0.1 1.0 10/15197 
1035 22 639 6 I House-Ext B House Wall Peeling Masonite Beige OOO±O.IO NEG -040100.8 O,() 010 0 I 1.0 10115197 
1036 22 640 6 I House-Ext B House Wall Peeling Masonite Beige 0.01±0.1O NEG -0.7 ± 0.7 0.0 ± 0.1 1.0 10115197 

1037 22 641 6 I House-Ext C House Wall Peeling Masonite Beige 003 ± 0.11 NEG 0.30100.6 O.O±O I 1.3 10115197 

1038 22 642 6 I House-Ext C House Wall Peeling Masonite Beige 006±0.10 NEG 0.1 ±0.8 010100.1 6.8 10115/97 
1039 22 643 6 I House-Ext C Garage Wall Peeling Masonite Beige 005 ± 0.30 NEG -0.4 ± 0.8 01±03 3.3 10115197 

1040 22 644 6 I House-Ext B Garage Wall Peeling MaSOnite Beige 018 ± 0.10 NEG -0.3 ±0.8 -0.30100.8 10.0 10115/97 

1041 22 64S 6 I Porch-2-Ext C House Wall Peeling Wood iBeige »5.0* 1.00 POs. 8.9 * 2.4 8.'/*2.4 5.4 to/IS197 

1042 22 646 6 I Porch-2-Ext C House Wall Peeling Wood ;Beige »5.0* 1.00 POS 8.7 * 2.1 8.7 * 2.1 7.3 10/15197 

1043 22 647 6 I House-Ext A Garage Wall Peeling Masonite Beige 0.01 010 0.10 NEG 010100.8 O,()±O I 1.0 10/15197 
1044 22 648 6 I House-Ext A Garage Wall Peehng Masonite Beige 0.11 ± 0.23 NEG -0.4 ± 0 7 0:1 ± 0.2 2.5 10115/97 
1045 22 649 6 I House-Ext A Window Stool Peeling Wood Beige 034±0.14 INCOM 1.2 ± 0.3 120100.3 3.1 10/15/97 
1046 22 650 6 I House-Ext A Window Stool Peeling Wood IBeige 0340100.20 NEG I I ± 0.4 0.3 010 0.2 3.3 10/15197 
1047 22 651 6 1 House-Ext A Window Stool Peeling Wood IBeige 0.33 * O.IS POS 1.8 * 0.4 1.11*0.4 3.1 10/1S/97 

1048 22 652 6 I House-Ext A Wmdow Stool Peeling Wood Beige 0.26 ± 0.16 NEG 1.1 ± 0.5 o 3± 0.2 26 10/15197 

1049 22 653 6 1 Uouse-Ext A Window Casing Peeling Wood IBeige »S.O* 1.00 POS 11.7%2.7 11.~'*2.7 10.0 10/15197 
1050 22 6S4 6 1 House-Ext A Window Casing Peeling Wood IBeige 3.82 * 2.28 POS 17.9 * 2.8 17.~/ * 2.8 6.3 10115197 

1051 22 6S5 6 I House-Ext A Window Sasb-Ext Peeling Wood IBeige 4.07 *2.03 POS 11.0 * 2.4 11.0 * 2.4 6.2 10/15197 

1052 22 656 6 I House-Ext A Window Sash-Ext Peeling Wood IBeige 3.80* 2.30 POS 13.0* 2.8 13.11% 2.8 7.9 10/15197 

1053 22 657 6 1 House-Ext A Window Mullion Peeling Wood IBeige 0.33*0.11 POS 1.5*0.4 I.S * 0.4 2.9 10/15197 

1054 22 6S8 6 I House-Ext A Window Mullion Peeling Wood IBeige 3.34:to 2.76 POS 6.0* 1.9 6.0* 1.9 4.4 10/15197 

1055 22 659 6 1 House-Ext A Window Trough Peeling Wood IBeige 2.72 * 3.38 POS 14.0* 2.7 14.0*2.7 5.2 1 Oil S/97 
1056 22 660 6 1 House-Ext A Window Trough Peeling Wood IBeige »5.0* 1.00 POS IS.6 * 2.8 IS.C; * 2.8 10.0 10/15197 
1057 22 661 6 I House-Ext A House Downspout Intact Metal White 0.010100.10 NEG 0.10100.5 OO±O.I 1.0 10/15/97 
1058 22 662 6 I House-Ext A House Downspout Intact Metal White 0.01 010 0.10 NEG 0.3 ± 0.3 O.O± 0 I 1.0 10115/97 

1059 22 663 6 I House-Ext A House Downspout Intact Metal White O.O2±O.lO NEG -0.1 ±0.6 O.O± 0.1 3.0 10115197 
1060 22 664 6 I House-Ext A House Downspout Intact Metal White 0.01 ± 0.21 NEG -O3±0.6 0.O±02 1.0 10115197 
1061 22 665 6 I House-Ext A Ext-Wall Trim-Upr Intact Wood White 3.29*2.S1 POS 4.4 * 1.1 4.4 * 1.1 6.7 10/15197 

1062 22 666 6 I House-Ext A Ext-Wall Trim-Upr Intact Wood White 3.09* 3.00 POS 11.0*2.0 lUI * 2.0 4.S 10/15197 
1063 22 667 6 I Porch-I-Ext. D Porch-I Columns Intact Wood White 3.71 * 2.39 POS 14.4 * 2.6 14.4 * 2.6 4.4 IO/lS197 

1064 22 668 6 1 Porch-I-Ext. D Porch-I Columns Intact Wood White 4.03:1: 2.07 POS 13.7 * 2.6 13.~' * 2.6 6.0 10/15197 

1065 22 669 6 I Porch-I-Ext. D Porcb-I Floor Intact Wood Grey 1.24 * 0.52 POS 1.6 * 0.4 U*0.5 5.7 10/15/97 

'066 22 670 6 I Porch-I-Ext. D Porch-I Floor Intact Wood Grey 0.86010 115 INCOM 1.9± 10 0.9 ± 1.2 8.0 10/15197 
067 22 671 6 1 Porch-I-Ext D Porch-I Floor Intact Wood Grey 0.S4* 0.18 POS l.l * 0.3 1.11 *0.3 3.6 10/15197 

068 22 672 6 I Porch-I-Ext D Porch-I Lattice Intact Wood White »5.0* 1.00 POS 12.8*2.5 12.11*2.5 3.9 10/15/97 
069 22 673 6 I Porch-I-Ext. D Porch-I Lattice Intact Wood Wbite »5.0* 1.00 POS 16.4 * 2.8 16.4 * 2.8 7.0 10/15197 
070 22 674 6 I Porch-I-Ext. D Porch-I Awning Intact Metal White 2.03 * 1.01 POS 2.8%0.9 2.11*0.9 4.5 10/15197 

071 22 675 6 1 Porch-I-Ext. D Porch-l Awning Intact Metal White »S.O* 1.00 POS 5.2* 2.0 S.;!*2.0 5.5 10115197 

D72 22 676 6 I Porch-I-Ext. D Porch-l Trim-Upr Intact Wood White »5.0* 1.00 POS IS.7 :l:2.S 18.7:1:2.8 8.6 10/15/97 
J73 22 677 6 1 Porch-I-Ext D Porch-I Trim-Upr Intact Wood White »5.0* 1.00 POS 17.7 :1:3.0 IU*3.0 9.2 10115197 
)74 22 678 6 I Porch-I-Ext. D Porch-I Trim-Lwr Intact Wood White 4.20± 1.90 POS 12.3 * 2.6 12.:1 * 2.6 6.1 10/15/97 

175 22 679 6 I Porch-I-Ext D Porch-I Trim-Lwr Intact Wood White »5.0* 1.00 POS 13.1 * 2.6 13.11 * 2.6 S.I 10/IS197 

176 22 680 6 I House-Ext A Door-I Screen-dr. Intact Wood White O.OO±O.IO NEG 0.0 ±O 7 0.0010 0 I 1.0 10/15197 
>77 22 681 6 I House-Ext A Door-1 Screen-dr. Intact Wood White 0.000100.10 NEG 0.0 ± 0.7 0.0 ± 0.1 1.0 10115197 

'78 22 682 6 I House-Ext A Door-I Door Intact Wood White 3.66* 2.44 POS 15.2 * 2.6 15.1~ * 2.6 7.1 10/15/97 
79 22 683 6 1 House-Ext A Door-l Door Intact Wood White »5.0* 1.00 POS 13.7 * 2.6 13.7 * 2.6 10.0 10/15/97 
80 22 684 6 I House-Ext A Door-I Jamb Intact Wood White 4.32 * 1.77 POS 17.6 * 2.9 17.(; * 2.9 S.l 10/lS/97 
81 22 68S 6 I House-Ext A Door-I Jamb Intact Wood White 3.00* 3.10 POS 16.2 *2.6 16.2 ± 2.6 6.0 10/IS197 

~2 22 686 6 I Porch-I-Ext. A Porch-I Mailbox Intact Metal Black 0,03 010 0.10 NEG 0.2 ± 0 7 O.O±O.I 1.0 10115197 

13 22 687 6 I Porch-I-Ext. A Porch-I Mailbox Intact Metal Black 003 ±O.IO NEG -0 4±O Q 

14 22 688 6 I House-Ext B Window Stool Intact Wond 

15 22 689 6 1 House-Ext B Window 
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186 22 690 6 1 House-Ext B Window Casing Intact Wood Beige »5.0± 1.00 POS 19.6 ± 2.8 19.6 ± 2.8 9 .. 2 10/15/97 
187 22 691 6, 1 House-Ext B Window Casing Intact Wood Beige »5.0 ± 1.00 POS 16.1 ± 3.0 16.1 ± 3.0 10 .. 0 10/15197 
)88 12 692 6, 1 House-Ext B Window Sash-Ext Intact Wood Beige 3.71 ± 2.39 POS 12.5 ± 2.5 12.5 ± 2.5 3.,5 10/15/97 
)89 22 693 6, I House-Ext B Window Sash-Ext Intact Wood Beige 2.06 ± 1.06 POS 4.7 ± 1.2 4.7 ± 1.2 H 10/15/97 
)90 22 694 6 I House-Ext B Wmdow Mullion Intact Wood Beige 10 102 ± 0.10 NEG -10.2 ± 10.7 00±01 I I[) 10/15197 
091 22 695 6, 1 !louse-Ext B Window Mullion Intact Wood Beige 1.68,1, 1.16 POS 3.8,1, 1.2 3.8,1, 1.2 4.4 10/15197 
092 22 696 6, 1 !louse-Ext B Window Mullion Intact Wood Beige l.25,1, 0.98 POS 3.9 ± 1.2 3.9 ± 1.2 4.3 10/15/97 
093 22 697 6, 1 House-Ext B Window Trough Intact Wood Beige 4.43,1, 1.66 POS 19.4 ± 2.9 19.4 ± 2.9 8.'7 10/15197 
094 22 698 6, I House-Ext B Window Trough Intact Wood Beige »5.0± 1.00 POS 19.4,1, 2.8 19.4 ± 2.8 10 .. 0 10/15/97 
1095 22 699 6 I House-Ext B Wall Elec-condu. Intact Metal Beige 0.06±0 10 NEG -0.3 ± 0.9 -03 ± 0.9 9.3 10/15197 
,096 22 700 6 1 House-Ext B Wall Elec-condu Intact Meta.1 Beige 10.01 ± 10.110 NEG 01±09 OO± 0.1 lID 110/15/97 
11097 22 701 6 I Porch-2-Ext C Door Screen-dr. Intact Wood Beige 001 ±023 NEG -0.5 ± 0.7 00 ± 0.2 1.0 10/15197 
1098 22 702 6, I Poreh-2-Ext C Door Screen-dr. Intact Wood Beige O.OO±O 10 NEG -0 I ± 0 7 O.O±O I 110 10115/97 
1099 22 703 6 I Porch-2-Ext. C Door Screen-dr Intact Wood Beige 064±0 14 NEG 07 ± 0.4 06±0.1 16 10/15197 
1100 22 704 6 I Porch-2-Ext. C Door Screen-dr. Intact Wood Beige 0.76 ± 018 NEG I I ± 0.4 0.8 ± 0 2 2 I 10115/97 
ltOI 22 705 6, I Porcb-2-Ext. C Door Jamb Intact Wood Beige »5.0,1, 1.00 POS 18.1 ± 2.8 18.1 ± 1.8 6.:3 10/15197 
1102 22 706 6 I Porch-l-Ext. C Door Jamb Intact Wood Beige »5.0± 1.00 POS 15.8,1, 2.9 15.8 ± 2.9 4.1 10/15/97 
1103 21 707 6, 1 Porch-2-Ext. C Door Casing Intact Wood Beige »5.0± 1.00 POS 20.4,1, 3.1 20.4 ± 3.1 7.15 10115197 
1104 22 708 6 1 Porch-l-Ext. C Door Casing Intact Wood Beige »5.0± 1.00 POS 12.4 ,I, 2.6 12.4 ,I, 2.6 6.:3 10115/97 
1105 22 709 6, 1 Porch-2-Ext. C Window Sash-Ext Intact Wood Beige 2.33,1, 3.77 POS 5.8,1, 1.7 5.8,1, 1.7 4.'~ 10115197 
1106 22 710 6 I Porch-2-Ext. C Window Sash-Ext Intact Wood Beige 0.51 ± 0.45 POS 2.2,1,0.5 2.2 ± 0.5 5.'~ 10115197 
1107 22 711 6 1 Porch-2-Ext. C Porch Columns Intact Wood Beige »5.0,1, 1.00 POS 17.5,1, 2.8 17.5,1,2.8 7.2 10/15197 
1108 22 712 6 1 Porch-2-Ext. C Porch Columns Intact Wood Beige »5.0,1, 1.00 POS 19.5,1, 2.8 19.5* 2.8 10 .. 0 10115197 
1109 22 713 6 1 Porch-2-Ext. C Porch Trim-Lwr Intact Wood Beige 3.13 ± 2.97 POS 18.4 * 2.8 18.4 * 2.8 6.'7 10/15197 
1110 22 714 6 1 Porch-2-Ext. C Porch Trim-Lwr Intact Wood Beige 2.74,1,3.36 POS 19.9 * 3.0 19.9±3.0 5.:! 10/15/97 
III I 22 715 6 I Porch-2-Ext. C Porch Floor Intact Wood Grey 0.47 ± 0.22 NEG 0.5 ± 0.4 0.5 ± 0.2 3.1 10/15/97 
1112 22 716 6 1 Porch-2-Ext. C Porch Floor Intact Wood Grey 0.79 ± 0.20 POS 1.3 ,I, 0.3 1.3 ,I, 0.3 3.15 10/15197 
1113 22 717 6 I Porch-2-Ext C Porch Floor Intact Wood Grey 0.4I±O.l3 NEG 1.0±04 04±0.1 U 10115197 
1114 22 718 6 I House-Ext C Crawlspace Bulkhd-Dr Intact Wood Beige 002 ± 010 NEG 0.2 ± 0.6 00 ± 0.1 1.10 10/15/97 
11 15 22 719 6 I House-Ext C Crawlspace Bulkhd-Dr Intact Wood Beige 0.02 ± 0.10 NEG -0.3 ± 0.6 O.O±O I 110 10/15/97 
1116 22 720 6 I House-Ext C Crawlspace Casing Intact Wood Beige 0.03 ± 0.10 NEG -0.1 ±07 O.O±O.I 1.10 10115/97 
1117 22 721 6 1 House-Ext C Crawlspace Casing Intact Wood Beige 0.02,1, 0.10 POS 2.8,1, 1.0 2.8* 1.0 1.0 10/15197 
1118 22 722 6 I House-Ext C Crawlspace Casing Intact Wood Beige 0.04 * 0.10 POS 2.6,1,0.8 2.6,1,0.8 1.0 10115197 
11 19 22 723 6 I Patio C Overhang Columns Intact Wood Beige 0.03,1, 0.10 NEG 0.2 ± 0.7 OO±O.l 1.0 10/15197 
1120 22 724 6 I Patio C Overhang Columns Intact Wood Beige 003±0.10 NEG -0.3 ± 0.7 O.O± 0.1 1.0 10/15/97 
1121 22 725 6 I Patio C Overhang Beam Intact Wood Beige 0.00,1,0.10 NEG 0.3 ± 0.6 00±01 1.0 10/15197 
1122 22 726 6 1 Patio C Overhang Beam Intact Wood Beige O.OO±O.IO NEG -\.0±0.7 O.O±O I 1 I) 10/15/97 
1123 22 727 6 1 Patio C Overhang Joist Intact Wood Beige 000,1,0.10 NEG 0.2 ± 07 00±0.1 10 10/15/97 
1124 22 728 6 1 Patio C Overhang Joist Intact Wood Beige 0.00 ± 0.10 NEG o I ± 0.5 OO±O.l 1.10 10115/97 
1I25 22 729 6 2 Outside-2 C House Elee-Panel Intact Met~11 Beige o 35±0.14 NEG ·0.1 ± 0.6 04±0.1 2.4 10/15/97 
1126 22 730 6 2 Outside-2 C House Elec-Panel Intact Metall Beige 0.16±0 10 NEG 05 ± 0.6 o 2±0.1 1.9 10/15/97 
1127 22 731 6 2 Outside-2 C House Elee-condu.-Lrg Intact Metal Beige 026±0.17 NEG 04 ± 0.6 OJ ± 0.2 3.3 10/15/97 
1118 22 732 6 2 Ouuide-2 C House Elec-condu.-Lrg Intact Mell.1 Beige 0.58*0.14 POS 1.8,1, 0.5 1.8,1, 0.5 2.'7 10/15197 
1129 22 733 6 2 Ouuide-2 C House Elec-condu.-Lrg Intact Metlll Beige 0.75 ± 0.21 POS 1.3,1,0.5 1.3 ,I, 0.5 U 10115197 
1130 22 734 6 2 Trans house C House House Intact Conclte Beige 001 ±O.lO lNCOM -0.6 ± 1.5 0.0,1,0.1 1.10 10/15/97 
1131 22 735 6 2 Trans.house C House House Intact ConcJte Beige 0.01 ± 0.10 NEG -0.1 ,I, 0 9 0.0,1,0.1 1.13 10/15/97 
1132 22 736 6 2 Trans.house C House House Intact Concl1e Beige 0.01±0.10 NEG 0.3 ± 0.9 0.0,1,0 I 3.3 10/15/97 
1133 22 737 6 2 Trans. house C Door Door Intact Mewll Beige O.IO±O 10 NEG -0.7,1, 11 0.1 ±O.I 10 10/15197 
1134 22 738 6 2 Trans.house C Door Door Intact Mewll Beige 0.12±0.10 NEG -0.1 ± 1.0 0.1,1,0.1 1.2 10/15/97 
1135 22 739 6 2 House-Ext C Elec-eonduit Elec-Cond Intact Metall Beige 009 ± 0.10 NEG 0.4 ± 0 7 01,1,0.1 1 15 10/15/97 
1\36 22 740 6 2 House-Ext C Elec-conduit Elec-Cond Intact Metall Beige 0.05,1, 0.10 NEG 0.0,1, 1.0 0.1 ±O.I U 10/15197 
1\37 22 741 6 1 Garage-Ext. C Garage-Dr Door Intact Wood Beige 000 ± 0.10 NEG 0.2 ± 0.6 OO±O.I 1.0 10/15/97 
1I38 22 742 6 1 Garage-Ext. C Garage-Dr Door Intact Wood Beige 0.01 ± 0.26 NEG -0.8 ± 0 6 0.0,1, 0.3 1.0 10/15/97 
1 \39 22 743 6 I Garage-Ext. C Garage-Dr Casing Intact Wood Beige 001±01O NEG -0.3 ± 0.7 DO±OI I I) 10/15/97 
1140 22 744 6 I Garage-Ext. C Garage-Dr Casing Intact Wood Beige 001 ± 0.10 NEG 01±07 00±01 1.0 10/15/97 
1141 22 745 6 I Garage-Ext C Garage-Dr Jamb Intact Wood Beige 0.00,1,010 NEG -02 ± 0.6 00±01 1.0 lOll 5/97 
1142 22 746 6 1 Garage-Ext C Garage-Dr Jamb Intact Wood Beige 001±0.10 NEG o I ,I, 0.5 O.O±O I 10 10/15/97 
1143 22 747 6 2 House-Ext C Ext-Wall Storm-shutr Intact Wood Black 0.00 ± 010 NEG -0.2 ± 0 6 O.O±O I 1.0 10/15197 
1144 22 748 6 2 House-Ext C Ext-Wall Storm-shutr. Intact Wood Black 000±010 NEG -0.6 ± 0 6 OO± 0.1 10 10/15/97 
1145 22 749 6 2 House-Ext C Ext-Wall Facia Intact Wood Beige 2.29 * 3.81 POS 9.3±2.3 9.3 ± 2.3 4.!~ 10/15197 
1146 22 750 6 2 House-Ext C Ext-Wall Facia Intact Wood Beige »5.0* 1.00 POS 9.9±2.4 9.9± 2.4 9.1 10/15/97 
1147 22 751 6 2 House-Ext C Ext-Wall Soffit Intact Wood Beige »5.0* 1.00 POS 13.6 * 2.9 13.6,1, 2.9 4.:2 10/15/97 
JJ48 22 752 6 2 House-Ext C Ext-Wall Soffit Intact Wood Beige 3.64,1,2.45 POS 13.4,1, 2.5 13.4,1, 2.5 3.'7 10/15197 
1149 22 753 6 2 Shutter Cal-I Cahbrate Calibrate 0.00 ± 0.00 00 ± 0.0 OO±OO 00 10/15/97 
1150 22 754 6 2 Calibrate-I Calibrate Calibrate 1.10 ± 0.14 POS 0.6 ±0.5 1.1 ± 0.1 1.1 10115/97 
1151 22 755 6 2 Calibrate-2 Calibrate Calibrate J.l0± 0.24 POS 0.2* 0.5 1.1 * 0.2 2 .. 3 10/15197 
1152 22 397 3 I Shutter Cal-I Cahbrate Calibrate OOO±OOO 0.0 ± 0 0 0.0 ± 0.0 010 10114/97 
1153 22 398 3 I Calibrate-I Calibrate Calibrate 1.04 ± 0.15 POS 0.3,1, 0.5 1.0,1, 0.2 1.0 10/15197 

519 
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Ranges (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir Room Side Sire Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Date Note 

1154 22 399 3 1 Calibrate-2 Calibrate Calibrate 1.00 ± 0.24 POS 0.7 ± 0.4 1.0 ± 0.2 2.1 10/15/97 

1155 22 400 3 1 Garage-Int. B Wall Wall Intact Gypsum White O,O~± 0.12 NEG 01 ± 0,7 O.O±O.l 1.0 10/15197 

1156 22 401 3 I Garage·Int. 0 Wall Wall Intact Gypsum White 0.05 ± 0 38 NEG -0.3 ± 0.6 0.1 ±0.4 25 10/15197 
1157 22 402 3 I Garage-Int A Door-I Door Intact Wood White 001±033 NEG 0.1 ± 06 0,0 ± 0.3 10 10/15197 
1158 22 403 3 1 Garage-Int A Door· 1 Door Intact Wood White 0,00 ± 010 NEG -1 O± 0 7 OO±O.I 10 10/15/97 
1159 22 404 3 I Garage-Int. A Door-I Casing Intact Wood White 001 ± 010 NEG 02±06 O.O±O.I 10 10/15/97 
1160 22 405 3 1 Garage-Int. A Door-I Casing Intact Wood White 002 ± 0.10 NEG 0.1 ± 06 O.O±O.I 1.0 10/15/97 
1161 22 406 3 I Garage-Int. A Door-I Jamb Intact Wood White 0.00 ± 0.10 NEG -0.6± 0.7 OO±O.I 10 10/15/97 
1162 22 407 3 I Garage·lnt. A Door-I Jamb Intact Wood White 0.00 ± 0.10 NEG -0.3 ± 0 6 O.O±O I 1.0 10/15197 

1163 11 408 3 1 Garage-Int. 0 Door-2 Door Intact Wood White »S.O± 1.00 POS 11.7 ± 3.0 1l.7±3.0 3.6 10llS/97 

1164 22 409 3 1 Garage-Int. C Door-4 Door Intact Wood White »S.O± 1.00 POS 10.8± 2.8 10.8 ± 2.8 3.S 1 011 SI97 

1165 22 410 3 1 Garage-Int. C Door-3 Door Intact Wood White 0,00 ± 0.10 NEG 0.2 ± 0.6 OO±O,I 1.0 10/15/97 

1166 22 411 3 1 Garage-Int. C Door-3 Door Intact Wood White 0.00 ± 0.10 NEG -0.2 ± 0 6 O.O±O.I 1.0 10/15/97 

1167 22 412 3 1 Garage-Int. 0 Door-2 Casing Intact Wood White »S.O± 1.00 POS 9.6± 2.9 9.6±2.9 4.8 10/1S197 

1168 22 413 3 1 Garage-Int. B Door-2 Casing Intact Wood White »S.O± 1.00 POS 9.6± 2.9 9.6±2.9 6.4 10/15197 

1169 22 414 3 1 Garage-Int. B Door-2 Jamb Intact Wood White »S.O±l.00 POS 1l.3 ± 2.9 13.3±2.9 3.0 10/15197 

1170 22 41S 3 1 Garage-Int. B Door-2 Jamb Intact Wood White »S.O± 1.00 POS 9.3±3.0 9.3±3.0 3.3 10/1S197 

1171 22 416 3 1 Garage-Int. C Door-3 Casing Intact Wood White »S.O± 1.00 POS 13.0± 2.8 13.0± 2.8 S.S 10/IS197 

1172 11 417 3 1 Garage-Int. C Door-4 Casing Intact Wood White 4.39 ± 1.70 POS 9.1 ± 2.S 9.1±2.S 3.S 10/15197 

1173 22 418 3 1 Garage-Int. C Door-4 Jamb Intact Wood White »5.0± 1.00 POS 6.1 ± 2.5 6.1 ± 2.S 2.9 10/IS197 

1174 22 419 3 I Garage-Int. C Door-3 Jamb Intact Wood White »S.O± 1.00 POS 7.6± 2.6 7.6 ± 2.6 4.1 10/IS197 

1175 22 420 3 I Garage-Int. B Cabmet Door-Out Intact Metal White 0.33±0 19 NEG 0,4± 0.6 0.3 ± 0.2 32 10/15/97 

1176 22 421 3 I Garage-Int. B Cabinet Door-Out Intact Metal White 0.58 ± 0.37 NEG 0,6 ± 0.5 0.6± 0.4 5.4 10/15/97 

1177 22 422 3 I Garage-Int. B Cabinet Door-Ins Intact Metal White 0.15±0,10 NEG 0.3 ± 0.7 0.2±0 1 1.6 10115/97 

1178 22 423 3 I Garage-Int. B Cabinet Door-Ins Intact Metal White o 15± 0.14 NEG 01 ± 0.8 0.2±O.1 17 10/15/97 

1179 22 424 3 I Garage-Int. a Cabinet Inside Intact Metal White 021 ±0,15 NEG -02 ± 0 7 0.2 ± 0.2 19 10/15197 

1180 22 425 3 I Garage-Int. a Cabinet Inside Intact Metal White 0.39±0 14 NEG 0.2± 0,6 04±01 2.1 10/15197 

1181 22 426 3 I Garage-Int. B Cabinet Shelf Intact Metal White 0.19±0.13 NEG 0.2 ± I 0 0.2±0,1 15 10/15/97 

1182 22 427 3 I Garage-Int. B Cabinet Shelf Intact Metal White 026±0.12 NEG -0 I ± 0.7 0.3 ± 0 I 16 10/15197 

1183 22 428 3 1 Garage-Int. a Cabinet Wall Intact Metal White 0.69 ± 0.29 NEG 0.9 ± 0 6 07±03 3.8 10/15197 

1184 22 429 3 I Garage-Int. B Cabinet Wall Intact Metal White 059 ± 0.29 NEG 0.2 ± 06 0.6 ± 0,3 4 I 10/15197 

1185 22 430 3 I Garage-Int. a 3/4" Elec-condu. Intact Metal White 005± 0 II NEG 0.3 ± 0 8 0.1 ± 0 I 17 10/15197 

1186 22 431 3 I Garage-Int. B 3/4" Elec-condu. Intact Metal White 0.32 ± 0,23 NEG 0.5 ± 0.5 0.5 ± 0 5 98 10/15/97 

1187 22 432 3 I Garage-Int. a 112" Elec-condu. Intact Metal White 0,06 ± 0.31 NEG -0.3 ± 1.1 01±03 3 I 10115197 

1188 22 433 3 1 Garage-Int. B 1/2" Elec-condu. Intact Metal White 0.04 ± 0.13 NEG 01 ± I 0 o O±O.I 16 10/15/97 

1189 22 434 3 I Garage-Int. B Light-SWitch Lt Switch Intact Metal White om ± 0.23 NEG -0.7 ± I I 0.0 ± 0.2 1.3 10115197 

1190 22 435 3 I Garage-Int. B Light-Switch LtSwitch Intact Metal White 0.02 ± 0,10 NEG -0.2 ± I I OO±O.I 1.0 10115197 

1191 22 436 3 I Garage-Int. a Bracket Door-I Intact Metal White 0.04 ± 0.10 NEG 0.3 ± 0.8 O.O±O,I 18 10/15197 

1192 22 437 3 1 Garage-Int. B Bracket Ooor-I Intact Metal White 002±0.10 NEG 0.4 ± 0.8 O.O±O.I 1.0 10115197 

1193 22 438 3 I Garage-Int. 0 Bookcase Frame Intact Wood White 002 ± 0.10 NEG 0.3 ± 0.6 O.O±O.I 1.0 10/15/97 

1194 22 439 3 I Garage-Int. 0 Bookcase Frame Intact Wood White 001 ±O.IO NEG -0.3 ± 0.7 0.0 ±O.I 10 10/15/97 

1195 22 440 3 I Garage-Int. D Bookcase Shelf Intact Wood White 001±010 NEG 0.1 ± 04 O,O± 0.1 1.0 10/15/97 

1196 22 441 3 I Garage-Int. D Bookcase Shelf Intact Wood White 0.06 ±O 27 NEG 0.4 ± 0 3 0.1 ± OJ 3.8 10/15/97 

1197 22 442 3 I Workshop A Door Door Intact Wood White 000±01O NEG -0.2 ± 0,6 0,0 ± 0.1 1.0 10/15197 

:198 22 443 3 I Workshop A Door Door Intact Wood White OOO±O.IO INCOM 02±0.4 O.O±O.I 1.0 10/15197 

199 22 444 3 I Workshop A Door Door Intact Wood White 0.00 ± 0 20 NEG -0 I ±06 0.0 ± 0 2 1.0 10/15197 

200 22 44S 3 1 Workshop A Door Casing Intact Wood White 3.23 ±0.96 POS 4.8 ± I.S 3.2 ± 1.0 1.7 10/15/97 

201 22 446 3 1 Workshop A Door Casing Intact Wood Wbite 4.01 ± 2.09 POS 7.S ± 2.3 7.S ± 2.3 2.0 10/1S/97 

202 22 447 3 1 Workshop A Door Jamb Intact Wood White »5.0± 1.00 POS 7.4±2.S 7.4 ± 2.5 2.7 10/1S197 

Z03 22 448 3 1 Workshop A Door Jamb Intact Wood White 3.42 ± 2.68 POS 10.l± 2.6 10.1 ± 2.6 2.0 10/15197 

lO4 22 449 3 I Workshop 0 Wall Wall Intact Gypsum Bdge 0.02 ± 0.10 NEG -0.6 ± 0 7 O.O±O.l 10 10/15197 

105 22 450 3 1 Workshop D Wall Wall Intact Gypsum al,ige 0.03 ± 0.10 NEG -0.4 ± 0,7 O.O±O.I 10 10/15/97 

!O6 22 451 3 I Workshop 0 Wall Wall Intact Gypsum Grey 0.05 ± 010 NEG 0.3 ± 0.7 01 ±O.I 10 10/15197 

'07 22 452 3 I Workshop 0 Wall Wall Intact Gypsum Grey 005 ± 010 NEG 0.4 ± 0 4 01 ±O.I 10 10/15197 

08 22 453 3 I Workshop 0 Window Stool Poor Wood White 023±0,14 NEG 0.2 ± 04 02±01 16 10/15/97 

09 22 454 3 I Workshop D Window Stool Poor Wood White 008±010 NEG 0.7 ± 0 4 0.1 ± 0,1 15 10/15/97 

10 22 455 3 I Workshop D Window Casmg Poor Wood Varnish OOO±O,IO NEG -0.1 ±06 OO±O.I 1.0 10/15/97 

\I 22 456 3 I Workshop 0 Window Casing Poor Wood Varnish OOO±O.IO NEG -02 ± 0.5 00±01 10 10115197 

12 22 457 3 1 Workshop D Window Sash Fair Wood White 1.01 ± 0.24 POS 2.8±0.7 2.8 ± 0.7 1.2 10/15/97 

13 22 458 3 1 Workshop D 'Window Sash Fair Wood White 0.93 ± 0.12 POS 1.7 ± 0.4 1.7 ± 0.4 1.1 10/1S197 

14 22 459 3 I Workshop D Window Mullion Fair Wood White 087 ± 014 NEG 10 ± 0.4 0.9± 01 1.2 10115/97 

S 22 460 3 1 Worksbop D Window Mullion Fair Wood White 0.99 ± 0.14 POS 1.7 ± 0.4 1.0 ± 0.1 1.2 10115/97 

6 22 461 3 I Worksbop D Window Mullion Fair Wood White 0.70±0.10 POS 1.2 ± 0.3 1.2±0.3 1.1 10115/97 

7 22 462 3 1 Workshop B Workbench Workbench Fair Wood White 4.21 ± 1.89 POS 7.4± 2.5 7.4 ±2.5 1.8 10115/97 

8 22 463 3 I Workshop B Workbench Workbench Fair Wood White »S.O ± 1.00 POS 8.S± 2.6 8.5 ± 2.6 2.1 10115/97 

9 22 464 3 I Workshop a Bookcase Shelf Fair Wood White 0.38 ± 0.10 NEG 0.4 ± 0 4 

) 22 465 3 I Workshop B Bookcase Shelf Fair Wood un ... ; .... 

1 22 466 3 1 Furnace-Rm A Door 
Oro ___ 



10115197 
'INC<POS): Device PCS 

XLNo Jnsp Fir Room Side Stre Feat 
467 3 I Furnace-Rm A Door Door 
468 3 1 Furnace-Rm A Door Casing 
469 3 1 Furnace-Rm A Door Casing 
470 3 1 Furnace-Rm A Dllor Jamb 
471 3 1 Furnace-Rm A Door Jamb 
472 3 1 Garage-Int. B Cf!ihng Ceiling 

~ 473 3 I Garage-Int. C Ceiling Ceiling 
2 414 :. I Shutter Cal-I Calibrate Calibrate 

12 475 3 1 Calibrate-l Calibrate Calibrate 
22 476 3 1 Calibrate-2 Calibrate Calibrate 
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Cnd Sub Clr PbL(mglcm') RES 
Fair Wood White 3.04*0.86 POS 
Fair Wood White 2.38*0.65 POS 
Fair Wood White 2.40 * 0.95 POS 
Fair Wood White »5.0* 1.00 POS 
Fair Wood White »5.0* 1.00 POS 
Intact Gypsum White 0.010100.19 NEG 
Intact Gypsum White o.oo±o 10 NEG 

0,00 ± 0.00 
1.09*0.15 POS 
1.10* 0.26 POS 

PbK 
3.3 * l.S 3.0± ... > 

3.8 * 1.4 2.4 ± 0.7 
7.4± 2.5 7.4* 2.5 

11.1 * 2.9 11.1 * 2.9 
9.6* 2.7 9.6*2.7 

-0.30100.7 O.O± 0.2 
0.101007 0.00100.1 
O.O± 0.0 0.001000 
0.8*0.5 U*0.2 
0.6*0.5 l.l * O.l 

\..) 
1.3 10/t5/9~1 

2.1 10/15/97 
2.6 10/15/97 
10 10115197 
1.0 10115197 
00 10/15197 
1.1 10/15/97 
2.2 10/15197 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters Y, 1516 Hobson Avenue, Charleston Naval Complex, 

Charleston SC 

Is surface Dimensions 
Result of L. of the sample Sample 

Number 

NBCI 
Qtrs Y 
001 
NBC! 
()trc: Y 

I D02 . 
Novi 

Qtrs Y 
003 
NBCI 
Qtrs Y 
004 
NBCI 
("\tre> V 

I
I~I:RA 

Qtrs Y 

1

006 
NBCI 
Qtrs Y 
007 
NBCI 
Qtrs Y 
008 

Room 

1§l Floor, 
Kitchen 

1~ Floor, 
Kitr.hAI" 

Door-3 
.. SI ~I ,- rlOOi, 

Hall 
Door-1 

12.. Floor, 
Room-2 
Door-1 

2ND Floor, 

Room-1 
I Door-2 

.... NO 1"""' 
L- nOOi, 

Room-2 

Blank 

Surface 
Type 

Window-3 
Sill 

Floor 

Floor 

Floor 

Window-2 
Sill 

I Floor I 
I lAr. ~ A I vvinuOW-, 

Sill 

N/A 

I Measure to the nearest 1/8 inch. 

smooth and Area Total Lead 
cleanable? area (inches (fe) Found x inches) 

Yes 2 x 26-1/2 0.368 93.30 

Yes 12 x 12 1 -0.60 

Yes 12 x 12 1 27.70 

Yes 12 x 12 1 -9.80 

Vo", ') v ')7 f'I'l7h h'l ~ f'I 

Yes 12 x 12 -9.50 

Yes 2 x 26-1/2 0.368 0.00 

N/A N/A N/A -22.10 

HUD standards: 100 Ilgltf (floors), 500 1l9/ft2 (interior window sills), 800 1l9/ft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/12/98 

Table 19-b, Field Sampling Form for Dust 
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Analysis 
(Ilg' fe) 

253.53 

<Detectab!e 

27.70 

<Detectable 

1 A ~ C::f'I 

<Detectable 

0.00 

<Detectable 



Quarters Y, DUSI Samples 
Charleston Naval Complex 

Site: 22 Date: 1112/98 Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Pb ± Pree 
5 22 6 3 Calibrate-l 2902.40 ± 56.50 
10 22 11 3 1 Kitchen-DO I Window-3 Stool 93.30± 26.10 
15 22 16 3 1 Kitchen-D02 Door-3 Floor -0.60 ± 16.10 
20 22 21 3 1 Hall-D03 Door-l Floor 27.70 ± 17.50 
25 22 26 3 1 Room-2-D04 Door-l Floor -9.80± 17.10 
30 22 31 3 2 Room-I-D05 Window-2 Stool 53.10± 20.10 
35 22 36 3 2 Room-I-D06 Door-2 Floor -9.50 ± 18.00 
40 22 41 3 2 Room-2-D07 Window-l Stool O.OO± 17.60 
45 22 46 3 Blank-D08 -22.10 ± 16.50 
50 22 52 3 Calibrate-l 3102.40 ± 62.10 

Table 19-c, XRF Field Data Shf:ets for Dust Samples 
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Bulk Page 1 
Quarters Y, Soil S:lmples 

Charleston Naval Complex 
Site: QUARTERS Y D:lte: 11/13/97 

No Site XLNo Insp Room Side Stre Feat Ph ± Pree 
1 2 2 3 Calibrate-l 49.2 ± 67.6 
2 2 3 3 Calibrate-2 852.8 ± 101.5 
3 2 4 3 Calibrate-3 1038.4 ± 110.9 
4 2 5 3 Calibrate-4 5206.4 ± 250.4 
5 2 6 3 Drip line A 3724.8 ± 181.0 
6 2 7 3 Clothesline C 75.7 ± 57.7 

Table 19-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NA VAL BASE HOUSING 

CHARLESTON NA V AL COMPLEX 
CHARLESTON, SC 

20.0 Quarters Z 

Quarters Z, 1510 Hobson Avenue, is a two-story, wood-framed house. This structure is 

approximately 3,055 square feet in size. The first and second floors consist of hardwood strip 

flooring. The walls and ceilings are wood-framed and covered with plaster or drywall. 

The exterior house walls are covered with wood siding. The roof is covered with fiberglass 

shingles. The first floor consists of six rooms, two hallways, one mechanical room, one bathroom, 

two porches, and one single-car garage. An interior staircase provides access from the first floor to 

the second level. The second floor consists of six rooms, four bathrooms, one hallway, and one 

porch. 

From 20 January 1998 to 21 January 1998, two certified lead inspectors performed an extensive 

LBP survey of Quarters Z. Quarters Z was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

20.1 Identification of Lead in Quarters Z: 

Five hundred seventy-seven XRF samples aild calibrations were taken in Quar"'1:ers Z. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 20-a contains LBP sampling results for 

Quarters Z and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters Z: 
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Quarters Z Positive Results for Lead-Based Paint 
j 1"'"1 1_ 

!:.!.!: ~ ~ ~ real. ~ ~ ~ ~ ""OIIIUiIICU 

(mglcm') 

1 Bath-1 A Door Door Intact Wood Beige pas 1.1 ±0.2 
1 Bath-1 B Window Sash Intact Wood Beige pas 3.9 ±1.6 
1 Bath-1 B Radiator Radiator Intact Metal Beige pas 1.9 ±0.8 
; t:lath-i t:I Ceiiing Ceiiing intact Drywaii White POS 1.2 ±O.3 
1 Bath-2 A Window Sash Intact Wood Beige pas 2.0 ±0.6 
1 ~-.r ...... o_I"" A \,IVaU V'JaH Intact Fiberboard \"Jhite pas 1.3 ±O.4 ,-"aIQ~\oi-'JI\' 

1 Garage-Int B Wall Wall Intact Fiberboard White pas 1.1 ±0.2 
1 Garage-Int C Wall Wall Intact Fiberboard White pas 1.0 ±0.2 
1 Garage-Int C 000r-2 Door Intact Wood White pas 16.0 ±6.2 
1 Garage-Int C 000r-3 Casing Intact Wood White pas 12.8 ±5.8 
1 Garage-Int C Ooor-4 Door Intact Wood White pas 9.7 ±3.6 
1 Garage-Int C Ooor-4 Screen-door Intact Wood White pas 10.5 ±6.2 
1 Garage-Int C Elec-Panel Elec-Panel Intact Metal Grey pas 5.2 ±1.8 
1 Garage-Int 0 Wall Wall Intact Fiberboard White pas 1.0 ±0.2 
1 Garage-Int 0 Foundation Flashing Intact Metal White pas 28.5 ±7.6 
1 Hall-1 B Stairs-1 Baseboard-Ins Intact Wood Beige pas 1 2 ±0.2 
1 House-ext. .A. Door ... 1 Casing Intact Wood White pas 22.9 ±7.2 
1 House-ext. A 000r-2 Casing Intact Wood White pas 12.2 ±6.0 
1 House-ext. A Porch Lattice Intact Wood White pas 12.9 ±3.6 
1 House-ext. A Porch Trim-Lwr Intact Wood White pas 1.5 ±0.4 
1 House-ext. A Porch Awning Intact Metal White pas 43 ±1.4 
1 House-ext. A Casing Bulkhead-Dr Intact Metal White pas 4.8 ±1.8 
1 House-ext. B Window Stool Intact Wood White pas 13.5 ±5.8 
; House-ext. t:I Window Sash-txt intact Wood White r-OS 9.; ±S.O 
1 House-ext. C Door-3 Screen-Dr Intact Wood White pas 2.4 ±0.6 
1 House-ext. C 000r-3 Casing Intact Wood White pas 2.2 ±1.2 
1 House-ext. C Wall Wall Intact Wood White pas 8.4 ±3.8 
1 House-ext. 0 Foundation Flashing Intact Metal White pas 21.6 ±9.0 
1 Kitchen A Window-1 Sash Intact Wood Beige pas 1.4 ±0.4 
1 Mech-rm A Door Door Intact Wood White pas 2.5 ±0.6 
1 Mech-rm A Door Casing Intact Wood White pas 1.3 ±0.4 
1 Mech-rm C Window Sash Intact Wood White pas 1.1 ±0.2 
1 Porch-1 A Porch Trim-Upr Intact Wood White pas 5.8 ±S.O 
1 Porch-1 A Porch Columns Intact Wood White pas 6.0 ±4.8 
1 Porch-1 A 000r-1 Casing Intact Wood White pas 12.1 ±6.0 
1 Porch-1 B Porch Lattice Intact Wood White pas 4.1 ±1.8 
1 Porch-1 8 Porch r.~ilinn Intact Wood White pas 7.9 ±2.1 -_ ••••• ;::1 

1 Porch-1 C Wall Wall Intact Masonite White pas 3.7 ±2.4 
1 Porch-1 C Door-2 Door Intact Wood White pas 6.S ±S.8 
1 Porch-1 C Door-2 Casing Intact Wood White pas 7.8 ±S.O 
1 Porch-1 C 000r-3 Door Intact Wood White pas 12.0 ±5.0 
1 Porch-1 C Door-3 Casing Intact Wood White pas 14.8 ±5.0 
1 Porch-1 C Window Sash-Ext Intact Wood White pas 4.3 ±2.6 
; Porch-; C 000r-3 Crown-moid intact Wood White POS 9.9 ±3.0 
1 Porch-2 A Porch-2 Columns Intact Wood White pas 23.5 ±6.8 
1 Porch-2 A Porch Trim-Upr Intact Wood White pas 6.3 ±6.8 
1 Porch-2 A Window Sash-Ext Intact Wood White pas 2.0 ±0.6 
1 Room-1 A Wall Baseboard Intact Wood Beige pas 1.5 ±3.6 
1 Room-1 B Window-1 Stool Intact Wood Beige pas 1.6 ±0.4 
1 Room-1 B Window-2 Sash Intact Wood Beige pas 2.3 ±O.8 
1 Room-1 0 Window-2 Sash Intact Wood Beige pas 2.8 ±1.0 
1 Room-1 0 Fireplace Mantle Intact Wood Beige pas 1.2 ±O.6 
1 Room-3 C Window Sash Intact Wood Beige pas 1.6 ±0.4 
1 Room-4 A Door Door Intact Wood White pas 3.4 ±0.8 
1 Room-4 A Door Casing Intact Wood White pas 9.1 ±3.0 
1 Room-5 A Wall Wall Intact Masonite White pas 3.3 ±1.2 
1 Room-5 .A. Door-1 Door Intact Wood White pas 8.8 ±4.4 
1 Room-5 A 000r-2 Door Intact Wood White pas 8.3 ±5.2 
1 Room-5 A Door-3 Door Intact Wood White pas 8.6 ±4.8 
1 Room-5 A Door-3 Screen-Dr Intact Wood White pas 13.S ±S.6 
1 Room-S A 000r-1 Casing Intact Wood White pas 9.9 ±3.4 
1 Room-5 A Window-1 Stool Intact Wood White pas 12.2 ±6.0 
1 Room-S A Window-1 Sash Intact Wood White pas 10.8 ±S.6 
1 Room-o t:I Waii Waii intact Masonite White POS 4.4 ±1.6 
1 Room-5 C Wall Wall Intact Wood White pas 7.7 ±2.2 
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Quarters Z Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm') 

1 Room-5 C Ooor-4 Screen-Dr Intact Wood White POS 2.4 ±0.8 
1 Room-5 C Ooor-4 Casing Intact Wood White POS 2.4 ±0.6 
1 Room-5 C Window-4 Stool Intact Wood White POS 4.3 ±2.0 
1 Room-5 C Window-5 Sash Intact Wood White POS 16 1 ±S.4 
1 Room-S C Columns Columns Intact Wood White POS 12.3 ±6.6 
1 Room-S C Wall Stringer Intact Wood White POS 4.3 ±1.8 
1 Room-5 0 Wall Wall Intact Masonite White POS 12.4 ±3.4 
1 Room-S 0 Bookcase Frame Intact Wood White POS 4.6 ±4.6 
1 Room-S 0 Bookcase Shelf Intact Wood White POS 8.7 ±3.0 
1 Room-6 C Window Sash Intact Wood Beige POS 1.S ±0.8 
1 Room-7 C Window Sash Intact Wood Beige POS 1.5 ±0.4 
1 Room-B C Window-5 Sash Intact Wood Beige POS 1.4 ±0.4 
1 Room-B C Window Boxing Intact Wood Beige POS 2.7 ±1.0 
2 Bath-4 C Window Casing Intact Wood Beige POS 1.3 ±O.S 
2 Bath-4 C Window Sash Intact Wood Beige POS 2.6 ±O.7 
2 Hall-3 C Stairs Baseboard-Ins Intact Wood Beige POS 1.1 ±0.3 
2 House-ext. A Storm Shutter Intact Wood Green POS 13.B ±5.2 
2 House-ext. C Soffit Soffit Intact Wood White POS B.O ±4.B 
2 Room-1 0 Window Sash Intact Wood Beige POS 1.9 ±O.S 
2 Room-2 A Window Sash Intact Wood Beige POS 2.S ±0.7 
2 Room-2 B Window Boxing Intact Wood Beige POS 1.2 ±0.3 
2 Room-3 C Window Sash Intact Wood Beige POS 1.6 ±0.3 
2 Room-4 C Window Sash Intact Wood Beige POS 3.4 ±0.9 
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XRF Field Data Sheets 



Quart"rs Z, Lead-Sased Paint Survey 
IJ~llllt llage I 

Charleston Naval Complex 
Site: 23 Date: 1120/98 to 1121/98 

Ranges (NEG<INC<POS): DevIce PCS 

No Site XLNo Insp Fir Room Side Stre Feall Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
I 23 I 6 2 Shutter Cal-I Calibrate Calibr,ate 0.00 ± 0 00 OO±OO OO±OO 00 1120/98 
2 23 2 6 :t Calibrate-I Calibrate Calibrate 1.04 ± 0.13 POS 0.8 ± 0.4 1.0 ± 0.1 1.1 1120/98 
3 23 3 6 Calibrate-2 Calibrate Calibrate LIO ± 0.24 POS 0.2 ± 0.4 l.1 ± 0.2 2.3 1120/98 
4 23 4 6 2 Room-I A Wall-Upr Wall Intact Drywall BeIge 001 ±o 17 NEG 0.0 ± 0 7 00 ± 0.2 1.0 1120/98 
5 23 5 6 2 R4141m-1 0 Wall-Upr Wall Intact Drywall Beige 0.00 ± 010 NEG 02±04 00±01 10 1/20/98 
6 23 6 6 2 Room-I B Wall-Upr Wall Intact Drywall Beige 0.04 ± 010 NEG -0.6 ± 07 OO±O.I 37 1120/98 
7 23 7 6 2 R4141m-1 C Wall-Upr Wall Intact Drywall Beige 0.03 ± 0.28 NEG -0.7 ± 0.7 00±03 2.3 1/20/98 
8 23 8 6 2 R4141m-I C Wall-Lwr Wall Intact W410d Beige 004±0 10 NEG 0.2 ± 0.7 O.O±O.I 49 1120/98 
9 23 9 6 2 R4141m-1 B Wall-Lwr Wall Intact W4141d Beige 000 ± 0.10 NEG 02±07 O.O±O.I 1.0 1/20198 
10 23 10 6 2 R4141m-1 A Wall-Lwr Wall Intact W4141d Beige 001 ±025 NEG -0.5 ± 0.6 0.0 ± OJ I.l 1/20198 
II 23 11 6 2 Room-I 0 Wall-Lwr Wall Intact Wood Beige o 10±0 10 NEG -0.9 ± 0 7 0.1 ± 0 I 78 1120198 
12 23 12 6 R4141m-I 0 Wall Chair-Irail Intact W4141d Beige OOO±O 10 NEG -0.6 ± 0 6 00±01 1.0 1/20/98 
13 23 13 6 2 R41om-1 0 Wall Baseboard Intact Wood Beige 0.19±021 INCOM 0.6 ± 0.5 0.2 ± 0.2 27 1/20198 
14 23 14 6 R4141m-1 0 Wall Basebc.ard Intact Wood Beige 015 ± 0 25 NEG -0.1 ± 0.7 02±03 22 1/20/98 
IS 23 15 6 2 R041m-1 0 Wind41w Casing Intact W410d Beige 049±0.15 NEG 05±04 05±02 2 I 1120/98 
16 23 16 6 ~~ Room-l D Window Sash Intact Wood Beige 0.73 ± 0.24 POS 1.9 ± 0.5 1.9 ± 0.5 3.1 1120/98 
17 23 17 6 2 R4141m-1 B D4141r-1 Door Intact W4141d Beige 043±0 IS NEG 05±04 0.4 ± 0.2 22 1/20198 
18 23 18 6 2 Room-I B D041r-1 Casing Intact Wood Beige 065 ± 0.25 NEG 0.0 ± 0 4 07±03 3.4 1120/98 
19 23 19 6 2 R041m-1 B Door-2 Door Intact Wood Beige 045±016 NEG 0.5 ± 0 4 0.5 ± 0 2 24 1120/98 
20 23 20 6 2 R041m-1 C Door-3 Door Intact Wood Beige 047±0 18 NEG 03±04 0.5 ± 0 2 26 1/20/98 
21 23 21 6 2 Room-I A Window Boxing Intact Wood Beige 011 ± 0.43 NEG -0 I ± 0.6 01±04 2.6 1/20198 
22 23 22 6 2 Room-I A Floor Floor Intact Wood Varnish 000±010 NEG -0.5 ± 0 7 O.O±O.I 10 1120198 
23 23 23 6 2 R041m-1 A Radiator Boxmg Intact Wood Beige OOO±O.IO NEG -07±07 O.O±O I 1.0 1120/98 
24 23 24 6 2 Room-I A Floor Radiallor Intact Metal Beige 009 ± 0 32 NEG -0.1 ± 0.9 01±03 43 1/20198 
25 23 25 6 2 Room-I A Closet Door Intact Wood Beige 025±0 14 NEG 0.3 ± 0.6 0.3 ± 0 I 14 1/20/98 
26 23 26 6 2 R041m-1 A Closet Casing Intact Wood Beige 008 ± 0.36 NEG 0.0 ± 0.6 01±04 24 1120198 
27 23 27 6 2 R041m-1 A Closet Wall Intact Drywall Beige 0.07 ± 0.37 NEG -04 ± 08 0.1 ± 0 4 32 1120/98 
28 23 28 6 2 Room-I B Closet Wall Intact Drywall Beige 0.01 ± 0.10 NEG 01±07 00±01 10 1/20/98 
29 23 29 6 2 Room-I C Closet Wall Intact Drywall Beige 002±014 NEG 0.2 ± 0.5 O.O± 0.1 12 1120/98 
30 23 30 6 2 Room-I 0 Closet Wall Intact Drywall Beige 013±010 NEG -0.4 ± 0 7 -0.4 ± 0.7 100 1120198 
31 23 31 6 2 Room-I C Closet Baseboard Intact W410d Beige 005 ± 0.44 NEG -0.6 ± 0.7 0.1 ± 04 23 1/20198 
32 23 32 6 2 Room-I C Closet Shelf Intact Wood Beige 004 ± 0 36 NEG O.O± 0 6 0.0 ± 0.4 23 1/20198 
33 23 33 6 R4141m-1 0 Closet Shelf Intact W410d Beige 006±010 NEG 02 ± 0.6 0.1 ± 0 I 69 1/20/98 
34 23 34 6 2 Bath-3 0 Wall wall pa,per Intact Drywall Beige 062 ± 0 24 NEG 0.9 ± 0 4 06±02 34 1120/98 
35 23 35 6 2 Bath-3 A Wall wall paper Intact Drywall BeIge 001 ± 010 NEG 0.1 ±0.7 O.O±O,I 10 1120/98 
36 23 36 6 2 Bath-3 B Wall wall paper Intact Drywall Beige o 16±0.1O NEG -02 ± 0 6 -02 ± 0 6 9.5 1/20198 
37 23 37 6 2 Bath-3 C Wall wall paper Intact Drywall Beige 001 ±022 NEG -0.4 ± 0.7 0.0 ± 0.2 1.0 1/20/98 
38 23 38 6 2 Bath-3 B Door Door Intact Wood Beige 032±0.12 NEG 0.0 ± 0.4 03 ± 0.1 2.0 1/20198 
39 23 39 6 2 Bath-3 B Door Casing Intact Wood Beige 035 ± 013 NEG 03±04 0.4 ± 0.1 1.9 1/20/98 
40 23 40 6 2 Bath-3 A Wind41w Casing Intact Wood Beige 048 ± 0.28 NEG 0.4 ± 0 4 05 ± 0.3 38 1/20/98 
41 23 41 6 Bath-3 A Window Sash Intact W410d Beige 046±0.16 NEG 03±04 0.5 ± 0.2 2.2 1/20/98 
42 23 42 6 2 Bath-3 A Cabinet-Up,. D041r-Out Intact W410d BeIge 003±0.10 NEG -0.2 ± 0.7 O.O± 0 I 43 1120/98 
43 23 43 6 2: Bath-3 A Cabinet-Up,. Inside Intact Metal Beige 003 ± 010 NEG -0.4 ± 0 9 O.O±O.I 10 1/20/98 
44 23 44 6 2: Bath-3 A Cabinet-Lwr Door-Out Intact Wood Beige 000±010 NEG -0.1 ± 0 6 O.O±O.I 1.0 1120/98 
45 23 45 6 2: Bath-3 A Cabinet-Lwr Inside Intact W410d Beige 000±01O NEG 0.2 ± 0 6 O.O± 0 I 10 1/20198 
46 23 46 6 2: Bath-3 A Radiator Boxmg Intact Wood Beige 000±010 NEG -0.2 ± 0.6 O.O± 0 I 10 1/20/98 
47 23 47 6 2' Bath-3 A Floor Radiator Intact Metal BeIge 062 ± 0 24 NEG 06 ± 0.6 06±02 35 1120/98 
48 23 48 6 2: Shutter Cal-I Cahbrate Calibrate 000 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 00 1120/98 
49 23 49 6 2: Calibrate-l Calibrate Calibrate 1.02 ± 0.13 POS 0.3 ± 0.5 1.0 ± 0.1 1.0 1120/98 
50 23 50 6 2: Calibrate-2 Calibrate Calibrate 1.07 ± 0.24 POS 0.4 ± 0.4 1.1 ± 0.2 2.3 1/20198 
51 23 1 3 I Shutter Cal-I Calibrate Cahbrate 000 ± 0.00 OO±OO 0.0 ± 0.0 0.0 1/20/98 
52 23 2 3 I Calibrate-1 Calibrate Calibrate 1.02 ± 0.10 POS 0.9 ± 0.7 1.0± 0.2 1.0 1120/98 
53 23 3 3 I Calibrate-1 Calibrate Calibrate 1.14 ± 0.24 POS 0.1 ± 0.7 l.1 ± 0.2 2.3 1120/98 
54 23 4 3 I R041m-1 A Wall-Upr Wall Intact Drywall BeIge 003±0.10 NEG 0.2 ± 1.0 0.0 ± 0 2 66 1/20/98 
55 23 5 3 I Room-I B Wall-Upr Wall Intact Drywall Beige 0.02 ± 0 10 NEG -02 ± 1.0 0.0 ± 0 2 32 1/20/98 
56 23 6 3 I Room-I C Wall-Upr Wall Intact Drywall Beige 003 ± 010 NEG O.O± I I 00±02 6 I 1/20198 
57 23 7 3 I R4141m-1 0 Wall-Upr Wall Intact Drywall Beige 001 ±O 10 NEG -0 I ± I 0 00±02 17 1/20/98 
58 23 8 3 I R4141m-1 0 Wall-Lwr Wall Intact W410d Beige 000±010 NEG -09 ± 1.2 00±02 10 1/20/98 
59 23 9 3 I R041m-1 C Wall-Lwr Wall Intact W410d Beige O.OI±OIO NEG -0 I ± 0 8 00±02 1.3 1/20/98 
60 23 10 3 I Room-I B Wall-Lwr Wall Intact Wood Beige 0.02 ± 010 NEG -0.4 ± 1.2 00±02 26 1120/98 
61 23 II 3 I R41om-1 A Wall-L\'.T Wall Intact Wood Beige OOO±O 10 NEG -06 ± I 2 00±02 10 1/20/98 
62 23 12 3 I Room-I A Wall Baseboard Intact Wood BeIge 035 ± 0.22 NEG -07±0.9 0.4 ± 0 2 2.2 1/20/98 
63 23 13 3 1 Room-I A Wall Chair-rail Intact Wood Beige OOO±OIO NEG -0.4 ± I 0 00±02 10 1120/98 
64 23 14 3 I R4141m-1 A Floor Floor Intact W410d Varnish 000±01O NEG -02 ± I 2 0.0 ± 0 2 10 1/20/98 
65 23 15 3 I R041m-1 A Door Door Intact Wood Beige 022 ± 0 25 NEG -0 I ± 1 2 02±02 18 1/20/98 
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Site: 23 Date: 1120198 t,~ 1121/98 Paint Page 2 

Ranges (NEG<)NC<POS): De"ice pes 

No Site XLNo IInsp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm'l RES PbK Combined DI Date Note 

66 23 116 3 I Room-I A Door Casing Intact Wood BeIge 0.49 ± 0 20 NEG 01 ± 0.7 05±02 28 1/20/98 
67 23 117 3 I Room-I B Entrance Casing Intact Wood Beige 048 ± 0.21 NEG 05±07 0.5 ± 0 2 30 1120198 
68 23 118 3 I Room-I D Window-2 Stool Intact Wood Beige 065 ± 0 25 NEG 0.0 ± 0.7 07±02 3.2 1120198 
69 23 119 3 1 Room-l D Window-2 Sash Intact Wood Beige 1.18 ± 0.33 POS 2.8± 0.9 2.8 ± 1.0 2.7 1120198 
70 23 20 3 1 Room-I D Radlator-2 RadIator Intact Metal Beige 0.0\ ± 0 \0 NEG 0.2 ± 1.0 0.0 ± 0.2 1.0 1120/98 
71 23 21 3 I Room-I D Radiator-2 HOUSing Intact Metal Beige 0.00 ± 0.10 NEG -07±\.1 O.O± 0.2 1.0 1120/98 
72 23 ;!2 3 1 Room-l D Fireplace Mantle Intact Wood Beige 1.19 ± 0.69 POS 1.4 ± 0.7 1.2 ± 0.6 7.7 1120198 
73 23 :l3 3 I Room-I D Fireplace Tnm-Upr Intact Wood Beige 076 ± 0.44 NEG 0.2 ± 01 6 0.8 ± 0.4 5.7 1/20/98 
74 23 24 3 I Room-I D Fireplace Trim-LwT Intact Bnck Beige 0.01 ± 0 26 NEG -0.6± 1.5 o O± 0.2 II 1/20/98 
75 23 25 3 I Room-I D Window Boxing Intact Wood Beige 0.16±0 59 NEG -0 I ±0.9 02±06 3.2 1120/98 
76 23 26 3 I Hall-I A Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.18 NEG 0.0 ± 0' 9 00 ± 0.2 24 1120/98 
77 23 27 3 I Hall-I B Wall-Upr Wall Inlact Drywall Beige 000±013 NEG -04 ± 1 0 0.0 ± 0.2 1.0 1120/98 
78 23 28 3 I Hall-I C Wall-Upr Wall Inlact Drywall Beige 0.07 ± 0 21 NEG -0.9± II 0.1 ±0.2 5.6 1120/98 
79 23 29 3 I Hall-I D Wall-Upr Wall Intact Drywall Beige 0.00 ± 010 NEG -0'.8 ± 1.\ 0.0 ± 0.2 10 1/20/98 
80 23 30 3 I Hall-I D Wall-Lwr Wall Intact Wood Beige 002±0.10 NEG -20 ± 14 0.0 ± 0 2 30 1/20198 
81 23 31 3 I Hall-I C Wall-Lwr Wall Intact Wood Beige 001±0.14 NEG -1.0± 12 0.0 ± 0 2 1.0 1/20/98 
82 23 32 3 I Hall-I B Wall-Lwr Wall Intact Wood Beige 0.01 ± 0.26 NEG -IO±I.\ 0.0 ± 0.2 13 1120/98 
83 23 33 3 1 Hall-I A Wall-Lwr Wall Intact Wood Beige 0.01±0.10 NEG -0.4 ± I I o O± 0.2 1.8 1/20/98 
84 23 34 3 I Hall-I A Wall Baseboard Intact Wood Beige 0.25 ± 0.32 NEG -0.3 ± 0'.9 0.2 ± 0 4 3.0 1120198 
85 23 35 3 I Hall-I A Wall Chair-rail Intact Wood Beige 0.00 ± 0.10 NEG -0.9 ± 12 O.O± 0.2 1.0 1120/98 
86 23 36 3 I Hall-I A Floor Floor Intact Wood Varnish 0.07 ± 010 NEG -0 7± 1.2 0.1 ±0.2 5.8 1120/98 
87 23 37 3 I Hall-I A Door-I Door Intact Wood Beige 0.55 ± 0.16 NEG 0.9 ± 01.7 o 6± 0.2 2.0 1120/98 
88 23 38 3 I Hall-I A Window-I Sash Intact Wood Beige 0.82 ± 0.25 NEG 0.8 ± 01.7 08 ± 0.2 2.9 1120/98 
89 23 39 3 I Hall-I A Door-I Casing Intact Wood Beige 064 ± 0.17 NEG 0.7 ± 01.8 0.6 ± 0.2 19 1120/98 
90 23 40 3 I Hall-I B Door-2 Door Intact Wood BeIge 040±0.13 NEG 02±D7 04 ± 0.2 16 1/20/98 

91 23 41 3 I Hall-I B Door-2 Casing Intact Wood Beige 047 ± 0.24 NEG -03±0I.7 0.5 ± 0.2 35 1/20/98 

92 23 42 3 I Hall-I C Entrance-I Casing Intact Wood Beige 051 ±0.19 NEG 02 ± 0'.7 05 ± 0.2 2.5 1/20/98 
93 23 43 3 I Hall-I C Stairs-I RaIl-cap Intact Wood Black 006±0.10 NEG 0.6 ± 0' 7 01 ± 0.2 10 1/20/98 
94 23 44 3 I Hall-I C Stairs-I Baluster Intact Wood Beige 035±0.15 NEG -03 ± 01.8 0.3 ± 0.2 1.7 1/20/98 
95 23 45 3 I Hall-I C Stairs-I Newal-post Intact Wood Black o 14±0.10 NEG -05 ± 12 0.1 ±0.2 10 1/20/98 
96 23 46 3 I Hall-! C Stairs-I Stnnger Intact Wood Beige 051 ± 0.20 NEG 0.2 ± 01.7 05 ± 0.2 27 1120/98 
97 23 47 3 ! Hall-I C Stairs-I Tread Intact Wood Varnish 0.02 ± 0 33 NEG -02±1.I 0.0 ± 0.4 1.7 1120/98 
98 23 48 3 I Hall-I C Stairs-I Riser Intact Wood Beige 0.51 ±0.19 NEG 0.0 ± 01.7 0.5 ± 0 2 2.6 1/20/98 
99 23 ~J9 3 1 Hall-l B Stairs-l 'Baseboard··lns Intact Wood Beige 1.16 ± 0.29 POS 0.9± 0.8 1.2 ± 0.2 2.9 1120/98 
100 23 50 3 I Hall-I C Wall Wall Intact Metal Beige 0.01 ± 0.10 NEG -0.5 ± 1.3 O.O± 0 2 10 1120198 
101 23 51 3 I Hall-I D Closet Door Intact Wood Beige 028±0.17 NEG -10±1.3 03±02 1.2 1/20/98 
102 23 52 3 I Hall-I D Closet-Door Casing Intact Wood Beige 0.04 ± 0 32 NEG -05± 1.3 0.0 ± 0 4 1.4 1/20198 
103 23 S3 3 I Hall-I B Closet Baseboard Intact Wood Beige 0.01 ±O.lO NEG -12±1.I 00 ± 0.2 1.0 1/20/98 
104 23 54 3 I Hall-I B Closet Floor Intact Wood Varn.sh 0.00 ± 0.10 NEG -02 ± 10 0.0 ± 0.2 1.0 1/20198 
105 23 5S 3 I Hall-I B Closet Shelf Intact Wood Beige 003 ± 0.34 NEG -O.I±I.I 00±0.4 2 I 1/20/98 
106 23 56 3 I Hall-I B Closet Hanger-rod Intact Metal Beige 0.04 ± 0 23 fNCOM 0.6 ± 1.2 0.0 ± 0 2 32 1/20/98 
107 23 57 3 I Hall-I B Closet Hanger-rod Intact Metal Beige 0.04 ± 0.25 NEG -0.5 ± 1.2 o O± 0.2 3.1 1120198 
108 23 58 3 I Hall-I B Closet Air-duct Intact Metal Beige 0.12±0.10 NEG 08 ± 0.5 08±0.4 10.0 1/20/98 
109 23 !i9 3 I Hall-I A Cabinet Wall Intact Drywall Beige 004±0.19 NEG -02 ± 0.9 00 ± 0.2 3.9 1120/98 
110 23 60 3 I Hall-I A Cabinet Wall Intact Drywall Beige 0.01 ±O.IO NEG -1.2 ± 1.2 o O± 0.2 1.7 1/20/98 
III 23 61 3 I Hall-I A Cabinet Wall Intact Drywall Beige 0.00 ± 0.12 NEG -03±1.1 o O± 0.2 10 1120/98 

112 23 62 3 I Hall-I A Cabinet Wall Intact Drywall Beige 001 ± 0.19 NEG 03 ± 0.8 00 ± 0.2 II 1/20/98 

113 23 63 3 ! Hall-I D Bookcase Shelf Intact Wood Beige 058 ± 017 NEG 02±D7 0.6± 0.2 22 1/20/98 

114 23 M 3 1 Porch-l A Porch Trim-Upr Intact Wood White »5.0± 1.00 POS 5.8 ±4.9 5.8± 5.0 10.0 1/20198 

lI5 23 65 3 1 Porch-! A Porch Column!. Intact Wood White »5.0 ± 1.00 POS 6.0 ± 4.8 6.0±4.8 6.0 1120198 

116 23 66 3 I Porch-! B Porch Floor Intact Wood Grey 0.37 ± 0.16 NEG 04±D7 0.4 ± 0.2 1.9 1120/98 

117 23 f;7 3 1 Porch-l B Porch Lattice Intact Wood White 0.52 ±0.1O POS 4.1 ± 1.8 4.1 ± 1.8 10.0 1120/98 

lI8 23 68 3 1 Porch-l C Wall Wall Intact Masonite White 3.72 ± 2.17 POS I.S ± 1.9 3.7 ±2.4 5.2 1120/98 

119 23 69 3 I Porch-I A Door-I Door Intact Wood White OOO±O.IO NEG -0.5 ± I 2 O.O± 0.2 1.0 1120/98 

120 23 jfO 3 1 Porch-! A Door-l Casing Intact Wood White »5.0± 1.00 POS 12.1 ± 6.0 12.1 ± 6.0 5.9 1120/98 

121 23 1'1 3 1 Porch-l C Door-2 Door Intact Wood White »5.0± 1.00 POS 6.S ± 5·.8 6.5± S.8 9.3 1120/98 

122 23 72 3 1 Porch-l C Door-2 Casing Intact Wood White »5.0 ± 1.00 POS 7.8 ± 5.0 7.8 ± 5.0 6.7 1120/98 
123 23 73 3 1 Porch-! C Door-3 Door Intact Wood White »5.0 ± 1.00 POS 12.0± 5.0 12.0 ± 5.0 10.0 1120/98 
124 23 74 3 1 Porch-l C Door-1 Casing Intact Wood White 3.56 ± 2.54 POS 14.8 ± 5.0 14.8 ± S.O 5.0 1120/98 
125 23 75 3 1 Porch-I C Window Sash-EXIt Intact Wood 'White »5.0 ± 1.00 POS 4.3± 2.6 4.3± 2.6 7.0 1120198 
126 23 76 3 1 Porch-I C Door-3 Crown-m~lld Intact Wood White 3.66 ± 2.44 POS 9.9± 2.9 9.9±3.0 10.0 1120/98 
127 23 77 3 I Room-2 A Wall-Upr Wan Intact Drywall Beige 0.01 ± 0 24 NEG -0.7± 1.1 00 ± 0.2 13 1120/98 
128 23 ?'8 3 I Room-2 B Wall-Upr Wall Intact Drywall Beige 0.02 ± 010 NEG -11±1.3 0.0 ± 0 2 1.0 1120/98 
129 23 79 3 I Room-2 C Wall-Upr Wall Intact Drywall Beige 001 ± 0 23 NEG -06 ± I 2 0.0 ± 0 2 10 1/20/98 
130 23 80 3 I Room-2 D Wall-Upr Wall Intact Drywall Beige 000±0.14 NEG -0.1 ± 1.1 0.0 ± 0 2 10 1/20/98 
131 23 8:1 3 I Room-2 D Wall-Lwr Wall Intact Wood ~e~ge 001 ±021 NEG -03 ± 0.8 0.0 ± 0.2 10 lnOlQ~ 

132 23 82 3 I Room-2 C Wall-Lwr Wall 'nt ........ 
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,ite: 23 Date: 1120/98 to 1121198 I dllill ubl;....J 

Ranges (NEG<INC<:POS): ]I>evice J'CS 

No Site XLNo Jnsp Fllr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined OJ Date Note 
134 23 84 3 I Room-2 A Wall-LwT Wall Intact Wood Beige 0.05 ± 0.38 NEG -0.3 ± I I 00±04 25 1/20/98 
135 23 85 3 1 Room-2 A Wall Basebo:ard Intact Wood Beige »5.0 ± 1.00 POS 1.5 ± 3.7 1.5 ± 3.6 9.7 1120/98 
136 23 86 3 I Room-2 A Wall Chair-rail Intact Wood Beige 001±020 NEG -0.8 ± I 3 00±02 10 1120/98 
137 23 87 3 I Room-2 A Floor Flom Intact Wood Varnish 000±013 NEG -0.1 ± 0.9 0.0 ± 0.2 10 1120198 
138 23 88 3 I Room-2 A Door-I Door Intact Wood Beige 070±021 NEG 02±07 0.7 ± 0 2 2.5 1120198 
139 23 89 3 I Room-2 A Door-I Casing Intact Wood Beige 057 ± 0.16 NEG 02 ± 0.7 06±02 20 1/20/98 
140 23 90 3 I Room-2 C 000r-2 Door Intact Wood Beige 0.62 ± 0.20 NEG 0.5 ± 0.7 0.6 ± 0.2 25 1120/98 
141 23 91 3 I Room-2 0 000r-3 Casing Intact Wood Beige 0.47±0.15 NEG 01±06 05±02 2.1 1120198 
142 23 92 3 I Room-2 B Window-l Stool Intact Wood Beige 0.58± 0.17 POS 1.6 ± 0.5 1.6 ± 0.4 3.9 1120/98 
143 23 93 3 I Room-2 B Window-2 Sashi Intact Wood Beige 0.94 ± 0.29 POS 2.3 ±0.9 2.3 ± 0.8 3.3 1120/98 
144 23 94 3 I Room-2 B Window Boxing Intact Wood Beige 0.05 ± 0.36 NEG 0.2 ± 0 9 0.1 ±04 25 1120/98 
145 23 95 3 I Room-2 B Radiator Radiator Intact Metal Beige 0.01 ± 0.17 NEG 0.3 ± 0.9 0.0 ± 0.2 1.7 1/20/98 
146 23 96 3 I Room-2 B Radiator Housing Intact Wood Beige 0.02 ± 010 NEG -0.3 ± 0.8 OO± 0.2 35 1120/98 
147 23 97 3 I Bath-I A Wall WaH Intact Wallppr Beige OOO±O.lO NEG 0.3 ± 0 9 00 ± 0.2 10 1120/98 
148 23 98 3 I Bath-I B Wall WaH Intact Wallppr Beige 0.02 ± 0.10 NEG -1.1 ± 1.2 0.0 ± 0 2 3.5 1120198 
149 23 99 3 I Bath-I C Wall Wall Intact Wallppr Beige 0.01 ± 0.10 NEG -0.4 ± 0.9 00 ± 0.2 2 I 1120/98 
ISO 23 100 3 I Bath-I 0 Wall Walll Intact Wallppr Beige O.OO±O 10 NEG 0.2 ± 0.8 0.0 ± 0.2 10 1120/98 
151 23 101 3 1 Bath-I A Door 0001' Intact Wood Beige 1.12 ± 0.29 POS 1.5 ± 0.7 1.1 ±0.2 2.9 J120198 
152 23 102 3 I Bath-I A Door Casing Intact Wood Beige 0.00 ± 014 NEG -0.5 ± I.J 0.0 ± 0 2 10 1/20/98 
153 23 103 3 I Bath-I B Window Stool Intact Wood Beige OOO± 0.10 NEG -04± I 2 00±02 10 1120/98 
154 23 104 3 J Bath-I B Window Sashi Intact Wood Beige 0.83 ± 0.57 POS 3.9 ± 1.6 3.9 ± 1.6 3.1 1120198 
155 23 105 3 I Bath-I 0 Cabinet Ooor·Out Intact Wood Beige 0.00 ± 0.10 NEG -0.1 ± 1.0 o o± 0.2 1.0 1120/98 
156 23 106 3 I Bath-I 0 Cabinet Insid,e Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 1.2 0.0 ± 0.2 1.0 1120/98 
157 23 107 3 I Bath-I C Wall Baseboard Intact Wood Beige O.OO±O 10 NEG -0.8 ± 1.0 0.0 ± 0.2 1.0 1120/98 
158 23 108 3 1 Bath-l B Radiator Radiator Intact Metal Beige 1.87 ± 0.87 POS 2.2 ± 1.8 1.9 ± 0.8 3.4 1120/98 
159 23 109 3 I Bath-I B Radiator Housing Intact Wood Beige 0.00 ± 010 NEG 0.4 ± 0.8 00 ± 0.2 1.0 1120/98 
160 23 110 3 I Hall-2 A Wall Wall: Intact Drywall Beige 001±0.1O NEG -12 ± 0.8 0.0 ± 02 19 1120/98 
161 23 III 3 I Hall·2 C Wall Walll Intact Drywall Beige 0.04±0.19 NEG 0.0 ± 0.9 00±02 4 I 1/20/98 
162 23 112 3 I Hall-2 B Wall·Upr WaH Intact Drywall Beige 000±017 NEG -0.4 ± 1.1 00±02 1.0 1/20/98 
163 23 113 3 I Hall-2 0 Wall-Upr Walll Intact Drywall Beige 001 ± 0.23 NEG -0.4 ± 11 00±02 1.0 1/20/98 
164 23 114 3 I Hall-2 0 Wall-Lwr Walll Intact Wood Beige OOO±O.IO NEG 0.0 ± 0.9 0.0 ± 0 2 1.0 1/20/98 
165 23 115 3 1 Hall-2 B Wall-Lwr Wall Intact Wood Beige OOO±O.ID NEG -0.2± 1.0 0.0 ± 0.2 1.0 1/20/98 
166 23 116 3 1 Hall-2 B Wall Baseboard Intact Wood Beige 0.46± 0.19 NEG 0.9 ± 0.6 0.5 ± 0 2 27 1/20/98 
167 23 117 3 I Hall-2 B Wall Chair-rail Intact Wood Beige ooo± 0.13 NEG 0.1 ± I 0 o o± 02 10 1120/98 
168 23 118 3 I Hall-2 B Floor Flool[ Intact Wood Varnish 0.00 ± 0.10 NEG -0 I ±o 8 0.0 ± 0 2 17 1/20/98 
169 23 119 3 I Hall-2 0 Closet-) Door Intact Wood Beige 046±0 15 NEG 06 ± 0.6 05±02 20 1/20/98 
170 23 120 3 I Hall-2 0 Closet-2-00or Casing Intact Wood Beige 0.20 ± 0 43 NEG 0.9 ± 0.6 02±0.4 58 1/20/98 
I7J 23 121 3 I Hall-2 0 Closet-2 Baseboard Intact Wood Beige 001 ±0.18 NEG -06± I 0 0.0 ± 0 2 1.0 1/20/98 
172 23 122 3 I Hall-2 C Closet-) Shelf Intact Wood Beige om ± 0.29 NEG -06 ± I 2 00±02 10 1120/98 
173 23 123 3 I Hall-2 C Closet-I Hanger .. rod Intact Metal Beige 001±0.10 NEG 01 ± 0.9 0.0 ± 0.2 1.0 1120/98 
174 23 124 3 I Hall-2 C Closet-) Wall' Intact Drywall Beige 0.00 ± 0.10 NEG -0.2 ± I I 00 ± 0.2 1.0 1/20/98 
175 23 125 3 I Hall-2 C Closet-I Wall Intact Drywall Beige 0.07 ± 0.10 NEG -0.8 ± 1.3 01 ± 0.2 7.8 1120/98 
176 23 126 3 I Hall-2 C Closct-2 Walll Intact Drywall Beige O.OO±O 10 NEG 0.2 ± 0.8 00 ± 0.2 1.0 1120/98 
177 23 127 3 I Hall·2 C Closet-2 Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.2 ± 1.1 00 ± 0.2 1.0 1/20/98 
178 23 128 3 I Hall-2 C Closet-2 Floolr Intact Wood Varnish OOO±O.IO NEG -0.5 ± 1.0 0.0 ± 0 2 10 1120/98 
179 23 129 3 I Shutter Cal-I Calibrate Cahbrate OOO±OOO O.O± 0.0 O.O± 0.0 00 1/20/~8 
180 23 130 3 1 Calibrate-l Calibrate Calibr:llte 1.11 ± 0.14 POS 0.4 ± 0.7 1.1 ± 0.2 1.0 1120/98 
181 23 131 3 1 Calibrate-I Calibrate Calibr:llte 1.00± 0.22 POS -0.1 ± 0.7 1.0 ± 0.2 2.1 1120/98 
182 23 51 6 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 O.O± 0 0 0.0 ± 0.0 0.0 1120/98 
183 23 52 6 2 Calibrate-I Calibrate Calibrate 0.94 ± 0.10 NEG 0.9 ± 0.5 0.9±0 I 1.0 1121198 
184 23 53 6 2 Calibrate-2 Calibrate Calibr:llte 1.14 ± 0.25 POS 0.7 ± 0.4 1.1 ± 0.3 2.4 1121198 
185 23 54 6 2 Calibrate-3 Calibrate Calibrate 087±O.l9 NEG 0.1 ± 0 5 09±02 1.9 1121/98 
186 23 55 6 2 Calibrate-4 Calibrate Calibr:llte 1.23 ± 0.28 POS 0.4 ±0.5 1.2 ± 0.3 2.5 1121/98 
187 23 56 6 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0 00 00 ± 0.0 O.O± 0.0 0.0 1121/98 
188 23 57 6 2 Calibrate-I Calibrate Calibrate 099 ± 0.10 NEG 0.8 ± 0.4 I O± 0 I 10 1/21/98 
189 23 58 6 2 Calibrate-2 Calibrate Calibrate 097 ± 0 21 NEG 03 ± 0.4 1.0± 0 2 2.1 1121198 
190 23 59 6 2 Room-2 A Wall-Upr Walll Intact Drywall Beige 003 ± 010 NEG -0 I ± 0 7 0.0 ± 0.1 42 1/21/98 
191 23 60 6 2 Room-2 B Wall-Upr Wall Intact Drywall Beige 002 ± 0 27 NEG -0.8 ± 0 7 0.0 ± 0 3 1.8 1121/98 
192 23 61 6 2 Room-2 C Wall-Upr Walli Intact Drywall Beige 01O±01O NEG 02±06 02±06 10.0 1121/98 
193 23 62 6 2 Room-2 0 Wall-Upr Wall Intact Drywall Beige 001±0.1O NEG 0.0 ± 0 7 O.O± 0 I 1.2 1121/98 
194 23 63 6 2 Room-2 0 Wall-Lwr Walll Intact Wood Beige 0.01 ± 0.10 NEG -03 ± 0 7 o O± 0.1 10 1/21/98 
195 23 64 6 2 Room-2 C Wall-Lwr Wall! Intact Wood Beige 001±0.18 NEG 0.1 ±0.6 00±02 10 1/21/98 
196 23 65 6 2 Room-2 B Wall-Lwr Walll Intact Wood Beige 0.01±021 NEG -02 ± 0 7 0.0 ± 0.2 10 1/21/98 
197 23 66 6 2 Room·2 A Wall-Lwr Walll Intact Wood Beige OOO±O.IO NEG -0.2 ± 0.6 0.0 ± 0.1 10 1/21/98 
198 23 67 6 2 Room-2 A Window Casing Intact Wood Beige 046±O.17 NEG 05±04 0.5 ± 0.2 2.5 1121/98 
199 23 68 6 2 Room-2 A Window Sash Intact Wood Beige 0.60 ± 0.30 POS 2.5 ± 0.7 2.5 ± 0.7 2.5 1121/98 
200 23 69 6 2 Room-2 C Door Door Intact Wood Beige 035±0 14 NEG 03±04 04±01 23 )/21/98 
201 23 70 6 2 Room-2 C Door Casing Intact Wood Beige 051 i. 018 NEG 06±04 o 5± 0 2 26 )121198 
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No Site XLNo i1nsp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combmed 01 Date Note 

202 23 71 6 2 Room-2 D Door Door Intact Wood BeIge 030 ± 0 II NEG 0.5 ± 0.4 03 ± 0.1 19 1121/98 

203 23 n 6 2 Room-2 0 Wall Chair-raIl Intact Wood Beige 003 ± 032 NEG -0 I ± 0.7 00±03 18 1/21/98 

204 23 73 6 2 Room-2 D Wall Baseboard Intact Wood Beige 034 ± 016 NEG 0.5 ± 0 4 03±02 26 1121/98 

205 23 74 6 2 Room-2 A Closet Door Intact Wood BeIge 047±0.14 NEG 01 ± 0.4 05 ± 0.1 1.9 1/21/98 

206 23 75 6 2 Room-2 A Closet Casing Intact Wood Beige 0.18±0.23 NEG 02±06 02 ± 0.2 2.4 1/21/98 

207 23 76 6 2 Room-2 A Closet Wall Intact Drywall Beige 0.02 ± 0 30 NEG -0.5 ± 0 7 0.0 ± 0 3 1.3 1121/98 

208 23 77 6 2 Room-2 B Closet Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.3 ± 0.7 0.0 ± 0.1 1.0 1/21198 

209 23 78 6 2 Room-2 C Closet Wall Intact Drywall Beige 0.03 ± 0 28 NEG 0.0 ± 0 7 0.0 ± 0 3 22 1121198 

210 23 '79 6 2 Room-2 D Closet Wall Intact Drywall Beige 0.04 ± 0.20 NEG 0.3 ± 0.4 0.0 ± 0.2 2.7 1121198 

211 23 I!O 6 2 Room-2 C Closet Baseboard Intact Wood Beige 0.10 ± 0.27 NEG 0.1 ±0.7 01 ± 0.3 6.0 1121/98 

212 23 l!l 6 2 Room-2 C Closet Shelf Intact Wood Beige 0.Q3 ± 0.28 NEG -0.5 ± 0.6 0.0 ± 0 3 14 1/21198 

213 23 1!2 6 2 Room-2 0 Closet Shelf Intact Wood BeIge 0.12±010 NEG 0.1 ± 0 6 01 ±O.I 7.3 1/21198 

214 23 113 6 2 Room-2 B Floor RadIator Intact Metal Beige 0.02 ± 0.25 NEG 0.4 ± 0 9 00 ± 0.3 15 1121/98 

215 23 1~4 6 2 Room-2 B RadIator Boxing Intact Wood Beige O.OO±O 10 NEG 0.1 ±0.6 O.O± 0 I 1.0 1121/98 

216 23 115 6 2 Room-2 B Window Boxing Intact Wood Beige 0.46:1: 0.30 POS 1.2 ± 0.3 1.2:1: 0.3 6.4 1121/98 

217 23 116 6 2 Room-2 B Floor Floor Intact Wood Varnish 0.01 ± 0.10 NEG -0.4 ± 0.7 0.0 ± 0.1 1.0 1/21198 

218 23 87 6 2 Hall-3 B Floor Floor Intact Wood Varnish O.OO±O.IO NEG -05 ± 0.7 0.0 ± 0.1 1.0 1/21/98 

219 23 88 6 2 Hall-3 C Stairs Rail-cap Intact Wood Black 0.09±0 10 NEG 03±04 0.1 ±0.1 10 1121/98 

220 23 1!9 6 2 Hall·3 C Stairs Newal-post Intact Wood Black 009±0.12 NEG -0.3 ± 0.8 01 ±O.I 1.0 1121/98 

221 23 90 6 2 Hall-3 C Stairs Baluster Intact Wood Beige 063 ± 0.14 NEG 1.0 ± 0.4 06±0.1 16 1/21198 

222 23 91 6 2 Hall-3 C Stairs Riser Intact Wood Beige 0.55 ± 0 II NEG 0.7 ± 0.5 0.6 ± 0.1 1.4 1121198 

223 23 '12 6 2 Hall-3 C Stairs Baseboard-Ins Intact Wood Beige 1.06:1: 0.27 POS 0.8:1:0.4 1.1:1: 0.3 2.9 1121198 

224 23 93 6 2 Hall-3 C Wall Chair-rail Intact Wood Beige 0.10±010 NEG -05 ± 0 7 -05 ± 0.7 10.0 1/21198 

225 23 '14 6 2 Hall-3 C Stairs Tread Intact Wood Varnish 0.01 ± 010 NEG -0.4 ± 0 7 O.O±O.I 1.7 1121/98 

226 23 95 6 2 Hall-3 C Wall·Upr Wall Intact Drywall Beige 0.04 ± 0.38 NEG -0.1 ±0.7 00±04 2.2 1/21/98 

227 23 96 6 2 Hall-3 D Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.20 NEG -02±0.7 00 ± 0.2 1.0 1/21/98 

228 23 97 6 2 Hall·3 A Wall-Upr Wall Intact Drywall Beige 0.04 ± 0 36 NEG 03±07 00±04 23 1/21198 

229 23 98 6 2 Hall-3 B Wall-Upr Wall Intact DrywaU BeIge 002 ± 0 28 NEG 03 ± 0.6 00±0.3 19 1121198 

230 23 99 6 2 Hall-3 B Wall-Lwr Wall Intact Wood Beige 001±0.30 NEG -05 ± 0 6 0.0 ± 0.3 10 1/21198 

231 23 100 6 2 Hall-3 D Wall-Lwr Wall Intact Wood Beige 0.04 ± 0.36 NEG -06 ± 0.7 00 ± 0.4 2 I 1121198 

232 23 101 6 2 Hall-3 C Wall-Lwr Wall Intact Wood Beige 001 ±O.IO NEG 01 ± 0.7 0.0 ± 0 I 1.0 1/21/98 

233 23 102 6 2 Hall-3 A Wall-Lwr Wall Intact Wood Beige 0.01 ± 0.24 NEG -0.1 ± 0.6 00 ± 0.2 14 1/21/98 

234 23 103 6 2 Hall-3 A Cabinet Door-Out Intact Wood Beige 0.65 ± 0.16 NEG 05±04 0.7 ± 0.2 19 1121/98 

235 23 104 6 2 Ha1\-3 A Cabinet Shelf Intact Wood Beige 0.02 ± 0.10 NEG -0.2 ± 0.6 00 ± 0.1 2.7 1121/98 

236 23 105 6 2 Hall-3 A Cabinet Inside Intact Wood Beige 0.15 ± 0.24 NEG -04±07 -0.4 ± 0.7 8.4 1121/98 

237 23 106 6 2 Hall-3 C Closet-I Door Intact Wood Beige 0.41±0.12 NEG 04 ± 0.4 0.4 ± 0.1 18 1/21/98 

238 23 107 6 2 Hall-3 C Closet-I Casing Intact Wood Beige 009±030 NEG -03 ± 0.4 0.1 ± 0.3 2.8 1/21/98 

239 23 108 6 2 Ha1\-3 C Closet-I Wall Intact Drywall Beige 0.22 ± 010 NEG -0 1±0.7 -0.1 ± 0.7 10.0 1121/98 

240 23 109 6 2 Hall-3 D Closet-I Wall Intact Drywall Beige 014 ± 010 NEG -0.3 ± 0.7 -0.3 ± 0.7 100 1/21198 

241 23 110 6 2 Hall-3 A Closet-I Wall Intact Drywall Beige 023 ± 0.10 NEG -04 ± 0.6 -04±06 100 1/21/98 

242 23 111 6 2 Hall-3 B Closet-I Wall Intact Drywall Beige 0.01 ± 0.18 NEG 0.2 ± 0.6 0.0 ± 0 2 1.0 1/21/98 

243 23 112 6 2 Hall-3 B Closet-2 Shelf Intact Wood Beige OOO±O 10 NEG .0.4 ± 0.6 O.O±O.I 10 1/21/98 

244 23 113 6 2 HaIl·3 A Closet-2 Baseboard Intact Wood Beige 0.03 ± 0.10 NEG -09:1:0.7 0.0:1: 0.1 1.0 1121198 

245 23 114 6 2 Hall-3 A overhead door Ovrhd-Door Intact Wood Beige O.OO±O 10 NEG -0.6 ± 0.6 00 ± 0.1 1.0 1/21198 

246 23 115 6 2 Hall-3 A overhead door Casing Intact Wood Beige 000 ± 0.10 NEG -03 ± 0 6 O.O±O I 1.0 1121198 

247 23 116 6 2 Hall-3 D Door Door Intact Wood Beige 0.61±0.I9 NEG 03±04 0.6 ± 0.2 2.5 1/21/98 

248 23 117 6 2 Hall-3 D Door Casing Intact Wood Beige 0.78 ± 0 21 NEG 1.1 ± 0.4 08±02 2.6 1/21/98 

249 23 118 6 2 Shutter Cal-I Caltbrate Calibrate OOO±OOO OO±OO O.O± 0.0 00 1/21198 

250 23 119 6 2 Calibrate-I Calibrate Calibrate 1.02:1: 0.13 POS 0.7:1: 0.4 1.0:1: 0.1 1.0 1121198 

251 23 120 6 2 Calibrate-2 Calibrate Calibrate 1.00:1: 0.22 POS 0.5:1:0.5 1.0 ± 0.2 2_2 1121198 

252 23 121 6 2 Room-3 A Wall-Upr Wall Intact Drywall BeIge 006 ± 0 40 NEG 00 ± 0.7 0.1 ± 0 4 23 1/21/98 

253 23 122 6 2 Room-3 B Wall-Upr Wall Intact Drywalil BeIge 013±0.21 NEG 0.4 ± 0 4 01 ± 0.2 3.7 1/21/98 

254 23 123 6 2 Room-3 C Wall-Upr Wall Intact Drywall Beige 006 ± 0.27 NEG -03 ± 0 7 0.1 ± 0.3 20 1121/98 

255 23 124 6 2 Room-3 D Wall-Upr Wall Intact Drywal'l Beige 0.02 ± 0.11 NEG -0 I ± 0.7 00 ± 0.1 1.0 1/21198 

256 23 125 6 2 Room-3 D Wall-Lwr Wall Intact Wood Beige 0.04 ± 017 NEG 00 ± 0.7 00±02 1.2 1121/98 

257 23 126 6 2 Room-3 A Wall-Lwr Wall Intact Wood Beige 011 ± 0.29 NEG -0.1 ± 0.6 0.1 ± 0.3 2.6 1121198 

258 23 127 6 2 Room-3 B Wall-Lwr Wall Intact Wood Beige 0.09 ± 0.10 NEG -07 ± 0 7 -0.7 ± 0.7 10.0 1121/98 

259 23 128 6 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 0.09 ± 0.21 NEG -06 ± 0.8 01±02 1.8 1121/98 

260 23 129 6 2 Room-3 C Wall Chair-raIl Intact Wood Beige 013 ± 0.38 NEG -0.1 ± 0.4 0.1 ±04 4.4 1121198 

261 23 130 6 2 Room-3 C Wall Baseboard Intact Wood Beige 060 ± 0 24 NEG 0.6 ± 0 4 0.6 ± 0.2 35 1121/98 

262 23 131 6 2 Room-3 C Window Casing Intact Wood BeIge 0.54 ± 0.18 NEG 0.2 ± 0 4 05±02 25 1/21198 

263 23 132 6 2 Room-3 C Window Sash Intact Wood Beige 0.60:1: 0.11 POS 1.6:1: 0.3 1.6:1: 0.3 2.1 1/2\198 

264 23 133 6 2 Room-3 D Door Door Intact Wood Beige 0.71 ± 0.22 NEG 0.4 ± 0 4 0.7 ± 0 2 28 1121198 

265 23 134 6 2 Room-J D Door Casing Intact Wood Beige 0.59±019 NEG 0.6 ± 0 4 0.6 ± 0 2 26 1121/98 

266 23 135 6 2 Room-3 C Closet Door Intact Wood Beige 058±014 NEG I.I ±04 06±01 17 1/21198 

267 23 136 6 2 Room-3 C Closet Casmg Intact Wood Beige 002±010 NEG -0.7 ± 0.7 O.O± 0.1 1.0 1121198 

268 23 137 6 2 Room-3 C Closet Wall 'nt~rt n .... ".,,,,ll D~.,.. .... " 1"" , n ....... 
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270 23 139 6 2 Room-3 A Closet Wall Intact Drywall Beige 006 ± 020 NEG -05 ± 0.7 01±02 18 1/21/98 
271 23 140 6 2 Room-3 B Closet Wall Intact Drywall Beige 0.11 ± 0.32 NEG 0.3 ± 0 7 0.1 ± 0 3 26 1121/98 
272 23 141 6 2 Room-3 A Closet Baseboard Intact Wood Beige 045±0 18 NEG 02 ± 0.4 05±02 27 1121/98 
273 23 142 6 2 Room-3 A Closet Shelf Intact Wood Beige OOO±O 10 NEG -06 ± 0 7 0.0 ± 0 I 10 1121/98 
274 23 143 6 2 Room-3 B Closet Shelf Intact Wood Beige o 15± 0.25 NEG -0 I ± 0.4 02 ± 0.3 36 1/21198 
275 23 144 6 2 Room-3 B Floor Radiallor Intact Metal Beige 0.09 ± 0 44 NEG -0.2 ± I I 01 ± 0.4 3.4 1121198 
276 23 145 6 2 Room-3 B Radiator Boxmg Intact Wood Beige O.OO±O.IO NEG -0.4 ± 0 6 0.0±0.1 10 1121/98 
277 23 146 6 2 Room-3 B Window Boxing Intact Wood Beige 0.51±023 NEG O.O± 0.4 05±02 3.3 1/21/98 
278 23 147 6 2 Room-3 B Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0.1 ± 0.7 O.O±O.I 1.0 1121198 
279 23 148 6 2 Bath-4 B Wall wall pa.per Intact Drywall Beige 050±0.21 NEG 0.4 ± 0.5 05±02 3.2 1121198 
280 23 149 6 2 Bath-4 A Wall wall paper Intact Drywall Beige 0.31 ±O.l5 NEG 0.2 ± 0.4 0.3 ± 0.2 2.7 1121198 
281 23 150 6 2 Bath-4 C Wall wall paper Intact Drywall Beige 0.08 ± 0.10 NEG 0.2 ± 0.6 0.2 ± 0.6 10.0 1121198 
282 23 151 6 2 Bath-4 D Wall wall paper Intact Drywall Beige 0.03 ± 0.10 NEG -0.5 ± 0.7 O.O±O.I 4.9 1121/98 
283 23 152 6 2 Bath-4 A Door Door Intact Wood Beige 0.46 ± 0.18 NEG 0.7 ± 0.4 0.5 ± 0.2 2.6 1121/98 
284 23 153 6 2 Bath-4 A Door Casing Intact Wood Beige 0.49±0.17 NEG 05±04 05±02 2.4 1121198 
285 23 154 6 2 Bath-4 C Window Casirlg Iotact Wood Beige 1.25:1: 0.45 POS 1.1:1: 0.5 1.3:1: 0.5 4.9 1121198 
286 23 155 6 ~~ Bath-4 C Window Sash Intact Wood Beige 0.80:1: 0.59 POS 2.6:1:0.7 2.6:1:0.7 4.6 1121/98 
287 23 156 6 2 Bath-4 C Cabinet-Uplr Door-Out Intact Wood Beige 001 ±O.lO NEG -0.6 ± 0 6 OO± 0.1 1.0 1121/98 
288 23 157 6 2 Bath-4 C Cabinet-Uplr Inside Intact Metal Beige 002±0.10 NEG 0.4 ± 0 8 O.O±O.I 1.0 1121/98 
289 23 158 6 2 Bath-4 B Cabinet-Lwr Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0 6 O.O±O.I 1.0 1121/98 
290 23 159 6 2 Bath-4 B Cabinet-Lwr Inside Intact Wood Beige 000±0.1O NEG -0.2 ± 0.5 0.0±0.1 1.0 1121/98 
291 23 160 6 2 Bath-4 C Wall Baseboard Intact Wood Beige OOO± 0.15 NEG -04 ± 0 7 00±02 10 1/21/98 
292 23 161 6 2 Bath-4 C Floor Radiallor Intact Metal Beige 0.65 ± 0.42 NEG 06 ± 0.6 0.7 ± 0.4 62 1/21/98 
293 23 162 6 2 Bath-4 C Radiator Boxing Intact Wood Beige O.OO±O.IO NEG -03 ± 0 6 00±01 1.0 1121/98 
294 23 163 6 2 Bath-4 C Window-BOX wall paper Intact Wood Black 0.63 ± 0 25 NEG 0.6 ± 0.4 0.6 ± 0.3 3.3 1121198 
295 23 164 6 2 Room-4 C Window Boxing Intact Wood Beige 0.35 ± 0.14 NEG 02±04 0.4 ± 0 I 2.2 1121198 
296 23 165 6 2 Room-4 0 Radiator Boxing Intact Wood Beige OOO±O.IO NEG 0.1 ± 0.5 O.O±O.I 10 1121/98 
297 23 166 6 2 Room-4 0 Floor Floor Intact Wood Varnish OOO±O.IO NEG -0.1 ± 0.6 O.O±O.I 1.0 1/21198 
298 23 167 6 2 Room-4 0 Floor Radiallor Intact Metal Beige 0.12 ± 0.25 NEG 0.0 ± 0 9 0.1 ± 0.3 2.8 1/21/98 
299 23 168 6 2 Room-4 0 Wall-Upr Wall Intact Drywall Beige 0.14±0.10 NEG -0.5 ± 0.8 -0.5 ± 0.8 10.0 1121198 
300 23 169 6 2 Room-4 A Wall-Upr Wall Intact Drywall Beige 004 ± 0.36 NEG -0.1 ±0.7 0.0 ± 0.4 1.9 1121/98 
301 23 170 6 2 Room-4 B Wall-Upr Wall Intact Drywall Beige 0.01±023 NEG 0.2 ± 0 7 O.O± 0 2 1.0 1/21/98 
302 23 171 6 2 Room-4 C Wall-Upr Wall Intact Drywall Beige 0.15±0.10 NEG 0.1 ± 0.7 0.1 ±0.7 10.0 1121/98 
303 23 172 6 2 Room-4 C Wall-Lwr Wall Intact Wood Beige 007 ± 0.40 NEG -0.4 ± 0.7 0.1 ±04 3.1 1121/98 
304 23 173 6 2 Room-4 B Wall-Lwr Wall Intact Wood Beige 0.02 ± 0.27 NEG -0.1 ± 0.7 0.0 ± 0.3 1.9 1121/98 
305 23 174 6 2 Room-4 A Wall-Lwr Wall Intact Wood Beige 0.21 ± 0.23 NEG -0.6 ± 0 7 -06 ± 0.7 10.0 1/21198 
306 23 175 6 -, Room-4 D Wall-Lwr Wall Intact Wood Beige 0.03 ± 0.34 NEG -0.5 ± 0.7 0.0 ± 0 3 1.5 1121/98 .. 
307 23 176 6 2 Room-4 C Window Casing Intact Wood Beige 061 ±0.20 NEG 0.8 ± 0.4 0.6 ± 0.2 2.7 1121/98 
308 23 177 6 2: Room-4 C Window Sash Intact Wood Beige 0.86:1: 0.38 POS 3.4 :1:0.9 3.4:1:0.9 2.3 1121/98 
309 23 178 6 2 Room-4 C Wall Baseboard Intact Wood Beige 0.50 ± 0.20 NEG 0.5 ± 0 4 0.5 ± 0.2 3.1 1121/98 
310 23 179 6 2 Room-4 C Wall Chair-rail Intact Wood Beige 0.02 ± 0 26 NEG -0.2 ± 0.7 O.O± 0.3 2.1 1121198 
311 23 180 6 2: Room-4 C Closet Door Intact Wood Beige 0.43 ± 0.13 NEG 0.1 ± 0.4 0.4±0.1 1.8 1121198 
312 23 181 6 2: Room-4 C Closet-Door Casing Intact Wood Beige 0.14±0.16 NEG -0 I ±07 0.1 ±o 2 15 1/21198 
313 23 182 6 2: Room-4 C Closet Wall Intact Drywall Beige 0.09 ± 0.32 NEG -0.1 ± 0.7 0.1 ± 0.3 4.8 1/21/98 
314 23 183 6 2: Room-4 D Closet Wall Intact Drywall Beige 002 ± 0.27 NEG 02±07 00 ± 0.3 1.4 1121/98 
315 23 184 6 2 Room-4 A Closet Wall Intact Drywall Beige 001±0.10 NEG -0.3 ± 0.7 O.O±O I 10 1121/98 
316 23 185 6 2: Room-4 B Closet Wall Intact Drywall Beige o 16±0.1O NEG -0.7 ± 0.7 -0.7 ± 0.7 10.0 1/21/98 
317 23 186 6 2 Room-4 B Closet Baseboard Intact Wood Beige 012 ± 0.27 NEG 02±07 01 ± 0.3 23 1/21198 
318 23 187 6 2 Room-4 A Closet Shelf Intact Wood Beige O.OO± 0.10 NEG -0.3 ± 0 7 00 ± 0.1 1.0 1/21/98 
319 23 188 6 2 Room-4 0 Closet Shelf Intact Wood Beige 001±023 NEG -0.2 ± 0.7 0.0 ± 0.2 1.0 1/21198 
320 23 189 6 2 Room-4 B Door Door Intact Wood Beige 0.61 ± 0.16 NEG 07±04 06 ± 0.2 21 1121/98 
321 23 190 6 2 Room-4 B Door Casi~,g Intact Wood Beige 0.56 ± 0.20 NEG 0.2 ± 0 4 0.6 ± 0.2 29 1/21/98 
322 23 191 6 2 Room-4 B Ceiling Crown-mold Intact Wood Beige 001 ± 0.10 NEG -05±07 0.0 ± 0.1 1.0 1/21/98 
323 23 192 6 2 Room-4 B Ceiling Ceiling Intact Drywall Beige 0.02 ± 0.10 NEG -06±07 0.0±0.1 10 1121/98 
324 23 193 6 2 Room-4 B Closet Ceilmg Intact Drywall Beige 0.07 ± 0.39 NEG 02 ± 0.6 01±0.4 24 1/21/98 
325 23 194 6 2 Room-I B Closet Ceiling Intact Drywall Beige 007 ± 0.34 NEG 0.1 ±0.7 01 ± 0.3 35 1/21/98 
326 23 195 6 2 Room-I B Ceiling Ceiling Intact Drywall Beige 005 ± 0 30 NEG -0.1 ± 0.7 01±03 30 1/21198 
327 23 196 6 2 Room-I B Ceiling Crown-mold Intact Wood Beige 002±O.lO NEG -06 ± 0.7 00 ± 0.1 2.7 1121/98 
328 23 197 6 2 Bath-3 B Ceiling Ceiling Intact Drywall White 011 ±O 14 NEG 0.3 ± 0 7 0.1 ±O 1 1.4 1121/98 
329 23 198 6 2 Room-2 B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0 2S NEG -08 ± 0.7 0.0 ± 0.3 1.0 1121/98 
330 23 199 6 2 Room-2 B Ceiling Crown-mold Intact Wood Beige 002 ± 0 32 NEG -03±07 0.0 ± 0 3 1.5 1121/98 
331 23 200 6 2 Room-2 C Closet Ceiling Intact Drywall Beige 0.02 ± 013 NEG 0.2 ± 04 OO± 0.1 1.5 1121/98 
332 23 201 6 2 Hall-3 A Closet Ceiling Intact Drywall Beige 001±0.20 NEG -0.1 ± 06 00±02 1.0 1/21198 
333 23 202 6 2 Hall-3 0 Ceiling Ceiling Intact Drywall Beige 016±0.1O NEG -03 ± 0 7 -03±0.7 100 1121198 
334 23 203 6 2 Hall-3 D Ceiling Crown-mold Intact Wood Beige 0.00 ± 0.10 NEG 00 ± 0.5 O.O±O I 10 1121/98 
335 23 204 6 2 Room-3 0 Ceiling Crown-mold Intact Wood Beige o 10±0 10 NEG 01±06 0.1 ± 0.1 6.7 1121/98 
336 23 205 6 2 Room-3 D Ceiling Ceiling Intact Drywall Beige 001±0.1O NEG -10 ± 07 00±01 15 1121/98 
337 23 206 6 2 Room-3 0 Closet Ceiling Intact Drywall Beige 0.17 ± 0.26 NEG -04 ± 0.6 0.2 ± 0.3 3.2 1121/98 
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338 23 207 6 2 Bath-4 A CeilIng Ceiling Intact Drywall White 076 ± 0.26 NEG 06±04 08 ± 0.3 3.5 1/21198 

339 23 208 6 1 Room-l B Ceiling Ceiling Intact Drywall Betge 001 ± 0.23 NEG 0.0 ± 0.6 00 ± 0.2 1.3 1/21198 

340 23 209 6 1 Room-I B CeilIng Crown-mold Intact Wood Betge OOO±O.IO NEG -0.1 ± 0 7 00±01 1.0 1/21/98 

341 23 210 6 1 Hall-I B Ceiling Crown-mold Intact Wood Beige 001±0.18 NEG O.O± 0.7 00 ± 0.2 1.0 1/21198 

342 23 211 6 I Hall-l B Ceiling Ceiling Intact Drywall Beige 002 ± 0.28 NEG -0.7 ± 0.8 0.0 ± 0.3 i.4 1/21/98 

343 23 212 6 I Hall-I B Closet Ceiling Intact Drywall Beige 008 ± 0 25 NEG -0.2 ± 0.7 0.1 ± 03 54 1/21/98 

344 23 213 6 I Room-2 B Ceilmg Crown-mold Intact Wood Beige 000±0.\3 NEG -02 ± 0.6 O.O± 0.1 1.0 1/21/98 

345 23 214 6 I Room-2 B Ceiling Ceiling Intact Tile Beige 001±0.10 NEG -0.3 ± 0.6 O.O± 0.1 1.3 1/21198 

346 23 215 6 1 Bath-l B Ceiling Ceiling Intact Drywall White 1.15 ± 0.26 POS 1.9 ± O.S 1.2 ± 0.3 2.6 1/21/98 

347 23 2:16 6 I Hall-2 B Ceilmg Ceiling Intact Drywall Beige 002 ± 0.25 NEG -0.4 ± 0.7 0.0 ± 0.3 1.6 1121/98 

348 23 217 6 I Hall-2 B Closet Ceiling Intact Drywall Beige 0.02±0 10 NEG 0.3 ± 0 4 OO± 0.1 1.2 1/2\198 

349 23 218 6 I Kitchen-O C Ceiling CeilIng Intact Drywall Beige 086 ± 0.29 NEG 06±05 09 ± 0.3 37 1121/98 

350 23 219 6 1 Room-5 C Ceiling Ceiling Intact Wood Beige 0.00 ± 0.10 NEG O.O± 0 6 O.O±O.I 1.0 1/21/98 

351 23 220 6 I Room-3 A Ceiling Ceiling Intact Drywall Beige 000±0.10 NEG -04±0.7 O.O± 0 I 10 1/21/98 

352 23 221 6 I Room-3 A Closet Ceiling Intact Drywall Beige 0.02 ± 0.18 NEG -0.3 ± 0 7 00 ± 0.2 1.2 1/21198 

353 23 222 6 1 Bath-2 A Ceilmg Ceiling Intact Drywall White 0.37 ± 0.31 NEG 0.3 ± 0.4 0.4 ± 0 3 5.2 1/21/98 

354 23 223 6 I Garage C Ceiling Ceiling Intact Drywall White 003 ± 0.25 NEG 0.0 ± 0 6 O.O± 0.3 2.5 1/21/98 

355 23 224 6 I Room-6 D Ceiling Ceiling Intact Drywall Beige 0.95±024 NEG 1.0 ± 0.4 1.0± 0.2 36 1121/98 

356 23 225 6 1 Room-7 D Ceiling Ceiling Intact Drywall Beige 0.03 ± 0.\0 NEG o O± 0.6 0.0 ± 0.\ 3.8 1/21/98 

357 23 226 6 I Room-7 D Ceiling Crown-mold Intact Wood Beige 001±0.10 NEG -0 I ± 0.6 O.O±O.I 1.7 1/21/98 

358 23 227 6 I Room-8 B Ceiling Crown-mold Intact Wood Beige OOO±O.\O NEG -0.2 ± 0.7 O.O±O.I 1.0 1121198 

359 23 228 6 I Room-8 B Ceiling Ceiling Intact Drywall Beige 004±0'\0 NEG -0.8 ± 0.8 0.0 ± 0.\ 7.0 1/21/98 

360 23 229 6 1 Porch-l B Porch Ceiling Intact Wood White »5.0 ± 1.00 POS 7.9± 2.1 7.9 ± 2.1 6.8 1/21/98 

361 23 230 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0.0 00 ± 0.0 00 1/21198 

362 23 231 6 I Calibrate-I Calibrate Calibrate 1.01 ± 0.13 POS 0.3 ±0.4 1.0 ± 0.1 1.0 1/21/98 

363 23 232 6 1 Calibrate-2: Calibrate Calibrate 1.0H 0.23 POS 0.4:1: O.S 1.0:1: 0.2 2.2 1/21/98 

364 23 132 3 1 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 00 ± 0.0 0.0 1/21198 

365 23 133 3 1 Calibrate-I Calibrate Calibrate 1.06 ± 0.13 POS 0.6±0.7 1.1 ± 0.2 1.0 1121198 

366 23 134 3 1 Calibrate-2: Calibrate Calibrate 1.11 ± 0.24 POS 0.4 ± 0.7 1.1 ± 0.2 2.3 1/21/98 

367 23 135 3 1 Kitchen A Wall Wall Intact Drywall Beige 000±010 NEG 01 ± 1.0 0.0 ± 0.2 10 1/21/98 

368 23 136 3 I Kitchen B Wall Wall Intact Drywall Beige OOO±O.IO NEG 0.2 ± 1.0 0.0 ± 0.2 10 1/21/98 

369 23 137 3 1 Kitchen C Wall Wall Intact Drywall Beige 0.04 ± 0 27 NEG 0.1 ± 0.8 0.0 ± 0 2 29 1121/98 

370 23 138 3 1 Kitchen D Wall Wall Intact Drywall Beige 0.02 ± 0.26 NEG -0.1 ± 1.1 O.O± 0.2 2.3 1121198 

371 23 139 3 I Kitchen D Wall Baseboard Intact Wood Beige 0.10±0.34 NEG 0.1 ± 1.0 0.\ ± 0.4 48 1/21/98 

372 23 140 3 1 Kitchen D Wall Chair-rail Intact Wood Beige om ± 0.24 NEG -0.5 ± 1.1 0.0 ± 0.2 1.0 1121/98 

373 23 141 3 1 Kitchen D Door-I Door Intact Wood Beige O.OO±O 19 NEG -0.1 ± 10 O.O± 0 2 1.0 1/21198 

374 23 142 3 I Kitchen C Door-2 Door Intact Wood Beige 001±01O NEG -0 I ± 0 9 0.0 ± 0.2 1.0 1/21/98 

375 23 143 3 I Kitchen C Door-2 Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 1.2 O.O± 0.2 10 1121198 

376 23 144 3 I Kitchen C Entrance Casing Intact Wood Beige om ± 0.21 NEG O.O± I 0 O.O± 0.2 1.0 1/21/98 

377 23 145 3 I Kitchen C Window-3 Stool Intact Wood Beige O.IO±O.JO NEG -0 I ± 0.7 -0.1 ±06 10.0 1/21198 

378 23 146 3 1 Kitchen A Window-I Sash Intact Wood Beige 0.08 ± 0.19 POS t.4 ± 0.4 1.4 ±0.4 4.6 1/21/98 

379 23 147 3 I Kitchen A Elec-Panel Elec-Panel Intact Metal BeIge 0.01 ±0.15 NEG -1.5 ± 1 6 00 ± 0.2 1.0 1121198 

380 23 148 3 I Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -03± 1.2 O.O± 0.2 1.0 1/21/98 

381 23 149 3 I Kitchen B Cabinet-Lwr Inside Intact Wood Varnish 0.00 ± 0.10 NEG -06±14 0.0 ± 0.2 1.0 1/21198 

382 23 150 3 I Kitchen D Cabinet-Upr Door-Out Intact Wood Beige O.OO±O.IO NEG -1.9 ± 1.2 00 ± 0.2 1.2 1/21/98 

383 23 151 3 I Kitchen D Cabinet-Lwr Inside Intact Wood Beige 0.04 ± 0.22 NEG 01 ± 0.8 00 ± 0.2 3.4 1121198 

384 23 152 3 1 Kttchen C Radiator Radiator Intact Metal Beige 0.02 ± 0.21 NEG 0.2 ± 0.9 o O± 0.2 20 1/21198 

385 23 153 3 I Kitchen C Radiator Housing Intact Wood Beige O.OO±O 10 NEG -0.4 ± 0 7 0.0 ±0.2 1.2 1121/98 

386 23 154 3 I Bath-2 A Wall Wall Intact Wallppr Blue O.OO± 0.10 NEG 0.5 ± 0.8 0.0 ± 0.2 10 1121/98 

387 23 155 3 1 Bath-2 B Wall WaIl Intact WaIlppr Blue 020±0.37 NEG -0.5 ± 1.0 0.2 ± 0.4 3.3 1/21/98 

388 23 156 3 I Bath-2 C WaIl WaIl Intact WallpPlr Blue 0.13±0 20 NEG -O.7±12 0.1 ±02 17 1/21/98 

389 23 157 3 I Bath-2 D Wall WaIl Intact WaIlpPlr Blue OOO±O.JO NEG -1.3 ± 1.3 00±02 10 1/21198 

390 23 158 3 1 Bath-2 C Door Door Intact Wood Beige 0.34 ± 019 NEG 0.0 ± 0.6 0.3 ± 0 2 30 1121/98 

391 23 159 3 I Bath-2 C Door Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.7 ± I 2 0.0 ± 0.2 1.0 1/21/98 

392 23 160 3 I Bath-2 A Wmdow Stool Intact Wood Beige OOO±O \0 NEG 0.2 ± 0.9 00±02 10 1/21198 

393 23 161 3 1 Bath-2 A Window Sash Intact Wood Beige 0.66± 0.44 POS 2.0±0.6 2.0±0.6 7.0 1/21/98 

394 23 162 3 I Bath-2 D Bookcase Shelf Intact Wood Beige 000±0.15 NEG -0.2 ± 1.0 O.O± 0 2 1.0 1/21/98 

395 23 163 3 I Bath-2 A Radiator Radiator Intact Metal Beige 020 ± 0.27 NEG OO± I I 0.2 ± 0.2 4.1 1/21/98 

396 23 164 3 I Bath-2 A Radiator Housmg Intact Wood Beige OOO±O.IO NEG 00±08 00 ± 0.2 10 1121/98 

397 23 165 3 I Bath-2 C Wall Baseboard Intact Wood Beige OOO±O \0 NEG -0.1 ±0.9 0.0 ± 0 2 10 1/21198 

398 23 166 3 I Bath-2 D Cabmet Door-Out Intact Wood Beige OOO±O.lO NEG -06 ± I 3 00 ± 0.2 10 1/21/98 

399 23 167 3 I Bath-2 D Cabinet Inside Intact Wood Beige 001 ±O.IO NEG -05 ± I I 00 ± 0.2 2 I 1/21/98 

400 23 168 3 I Room-3 A Wall-Upr Wall Intact Drywall Beige 0.03 ± 0 27 NEG -0.8 ± I 0 00 ± 0.2 20 1121/98 

401 23 169 3 I Room-3 B Wall-Upr Wall Intact Drywall Beige 002 ± 0.31 NEG -I I ± II 0.0 ± 0 4 1.3 1/21/98 

402 23 170 3 I Room-3 C Wall-lJpr Wall Intact Drywall Beige 005 ± 0 28 NEG -04 ± I I 01±02 2 I 1/21/98 

403 23 171 3 I Room-3 D Wall-Upr Wall Intact Drywal.l ~:!~: 007 ± 046 NEG -1.0 ± 1.2 01±04 2.8 1/21/98 

404 23 172 3 I Room-3 D Wall-Lwr Wall Jnt!llrt \ll ......... A A A' ~ .. 
.10< ~, 



iite: 23 Date: 11211518 
Ranges (NEG<INC<:POS): ][)evice PCS 

l"aml J~age I 

No Site XLNo Insp Flir Room Side Strc Feat Cnd Sub Clr PbL(mglcm'Ji RES PbK Combined DI Date Note 
406 23 174 3 I Room-3 B Wall-bvr Walll Intact Wood Beige 0.01 .. 0.10 NEG -0.2 ± 1.0 00±02 1.0 1/21/98 
407 23 175 3 1 Room-3 A Wall-Lwr Walll Intact Wood Beige 006 ± 0 35 NEG -03±\.2 0.1 ± 0.4 1.8 1/21/98 
408 23 176 3 I Room-3 A Wall Baseboard Intact Wood Beige 001±01O NEG 01 ± 0 9 00±02 1.8 1/21/98 
409 23 177 3 I Room-3 A Wall Chair-rail Intact Wood Beige 003±010 NEG 00 ± 0.8 00 ± 0.2 10 1/21/98 
410 23 178 3 I Room-3 A Floor Floor Intact Wood Varnish OOO± 0.10 NEG -03 ± 1.0 0.0 ± 0 2 10 1121/98 
411 23 179 3 I Room-3 A Door-I Doolr Intact Wood Beige 040 ± 0 17 NEG -04 ± 0 6 0.4 ± 0.2 25 1121/98 
412 23 180 3 I Room-3 C Door-3 Doolr Intact Wood Beige 034±0.12 NEG 09 ± 0.6 03±02 20 1/21/98 
413 23 181 3 I Room-3 B Door-2 Casing Intact Wood Beige 033 ± 0.21 NEG 03±07 0.3 ± 0.2 24 1/21/98 
414 23 182 3 I Room-3 C Window Stool Intact Wood Beige 0.39 ± 0.12 NEG 0.8 ± 0.7 04±02 1.7 1/2\198 
41S 23 183 3 Room-3 C Window Sash Intact Wood Beige 0.49 ± 0.10 POS 1.6 ± 0.5 1.6 ± 0.4 2.2 1121/98 
416 23 184 3 Room-3 C Radiator Radiator Intact Metal Beige 009±0.16 NEG 0.8 ± 0.7 0.1 ±02 3.5 1121/98 
417 23 185 3 Room-3 C Radiator Housing Intact Wood Beige OOO±O.IO NEG -0.8 ± 0 9 0.0 ± 0.2 1.0 1121/98 
418 23 186 3 Room-3 0 Closet Doolr Intact Wood Beige 049±0.16 NEG 0.3±O.7 0.5 ± 0.2 2.2 1121/98 
419 23 187 3 Room-3 0 Closet-Door Casing Intact Wood Beige 0.36±014 NEG -0.3 ± \.I 0.4 ± 0.2 I.l 1/21/98 
420 23 188 3 Room-3 A Closet Baseboard Intact Wood Beige OOH 015 NEG o O± 1.0 0.1 ±0.2 \.2 1/2\198 
421 23 189 3 Room-3 A Closet Floor Intact Wood Varnish 0.02 ± 0.10 NEG -0.3 ± 0 8 0.0 ± 0.2 6.6 1121198 
422 23 190 3 Room-3 B Closet Shelf Intact Wood Beige 002±O.13 NEG 0.5 ± 0.8 0.0 ± 0.2 I.l 1/2\198 
423 23 191 3 Room-3 A Closet Wall Intact Drywall Beige 0.12±024 NEG 0.3 ± 0 8 0.1 ±0.2 7.0 1/21198 
424 23 192 3 Room-3 B Closet Wall Intact Drywall Beige 006 ± 0.32 NEG -OI±\.I 0.1 ± 0.4 36 1/21/98 
425 23 193 3 Room-3 C Closet Wall Intact Drywall Beige 006 ± 0 27 NEG OO±IO 01±02 2 I 1121/98 
426 23 194 3 Room-3 0 Closet Wall Intact Drywall Beige 002 ± 0.13 NEG 02 ± 0.9 0.0 ± 0.2 12 1121/98 
427 23 195 3 Room-3 B Closet Hanger··rod Intact Metal Beige 0.05±0.14 NEG -0.7 ± 13 0.1 ±02 1.9 1/21/98 
428 23 196 3 Garage-Int A Wall Wall Intact Fiberbrd White 1.34 ± 0.30 POS 1.5 ± 1.1 1.3 ± 0.4 1.6 1/21/98 
429 23 197 3 Garage-Int B Wall Wall Intact Fiberbrd White 1.08 ± 0.19 POS 0.5±0.8 1.1 ± 0.2 1.6 1/21/98 
430 23 198 3 Garage-lnt C Wall Wall Intact Fiberbrd White 1.03 ± 0.19 POS 1.3 ± 0.7 1.0 ± 0.2 1.7 1121/98 
431 23 199 3 Garage-Int D Wall Wall Intact Fiberbrd White 1.02 ± 0.17 POS 1.2 ± 0.8 1.0± 0.2 1.5 1/21/98 
432 23 200 3 Garage-Int D Foundation Flashing Intact Metal White »5.0 ± 1.00 POS 28.5± 7.6 28.5± 7.6 3.4 1/21/98 
433 23 201 3 Garage-Int A Door-I Doolr Intact Wood White 0.01 ± 0.19 NEG 01 ± 0.6 O.O± 0.2 17 1121/98 
434 23 202 3 Garage-Int A Door-I Casing Intact Wood White O.OO± 0.10 NEG -0.3 ± 1.3 0.0 ± 0.2 10 1/21/98 
435 23 203 3 Garage-Int C Door-2 DOOir Intact Wood White 4.26 ± 1.84 POS 16.0 ± 6.2 16.0 ± 6.2 2.2 1121/98 
436 23 204 3 Garage-Int C Door-3 Casi~lg Intact Wood White »5.0± 1.00 POS 12.8 ± 5.7 12.8± 5.8 3.2 1/21/98 
437 23 205 3 Garage-Int C Door-4 DOOir Intact Wood White »S.O ± 1.00 POS 9.7 ± 3.6 9.7 ±3.6 2.9 1/21/98 
438 23 206 3 Garage-Int C Door-4 Screen-dr Intact Wood White »5.0± 1.00 POS 10.5 ± 6.2 10.5 ± 6.2 2.7 1/21/98 
439 23 207 3 Garage-Int C Door-4 Tbreshald Intact Wood Grey 0.24 ± 0 II NEG 0.6 ± 0.6 0.2 ± 0.2 16 1/21/98 
440 23 208 3 Garage-Int C Elec-Panel Elec-P,mel Intact Metal Grey 0.12 ± 0.15 POS 5.2 ± 1.9 5.2 ± 1.8 1.2 1/21/98 
441 23 209 3 Mech-rm A Door Doolr Intact Wood White 2.50± 0.55 POS 1.8 ± 1.8 2.5 ± 0.6 1.3 1/21/98 
442 23 210 3 Mech-rm A Door Casi~lg Intact Wood White 1.31 ± 0.32 POS 3.4 ± 1.6 1.3 ± 0.4 1.1 1121198 
443 23 211 3 Mech-rm C Window Sash Intact Wood White 1.15 ± 0.20 POS 2.0± 1.0 1.1 ± 0.2 1.1 1/21/98 
444 23 212 3 Mech-rm C Elec-Panel Elec-Panel Intact Metal Grey 0.01 ± 0.10 NEG 0.5 ± 0.9 0.0 ± 0.2 I.l 1/21/98 
445 23 213 3 Room-4 A Door Doolr Intact Wood White 3.40 ± 0.80 POS 4.0± 1.9 3.4 ±0.8 1.6 1/21/98 
446 23 214 3 Room-4 A Door Casi~lg Intact Wood White »5.0± 1.00 POS 9.1 ± 2.9 9.1 ±3.0 1.9 1/21/98 
447 23 215 3 Room-4 C Window Stool Intact Wood White O.OO± 0.10 NEG 0.2 ± 0.8 0.0 ± 0.2 10 112\198 
448 23 216 3 Room-4 C Window Sash Intact Wood White O.OO±O.IO NEG o O± 0.9 0.0 ± 0.2 1.0 1/21/98 
449 23 217 3 Room-4 C Cabinet Door-Out Intact Wood Varnish 0.00±010 NEG -0.8 ± 1.0 0.0 ± 0.2 10 1/21/98 
450 23 218 3 Room-4 C Cabinet Inside Intact Wood Varnish 0.13 ± 0.48 NEG -0.1 ± 0.9 0.1 ± 0.4 4.5 1/21/98 
451 23 219 3 Room-4 A Bookcase Frame Intact Wood Varnish 0.00 ± 010 NEG -0.9 ± 1.3 0.0 ± 0.2 10 1/21/98 
452 23 220 3 Room-4 A Bookcase Shelf Intact Wood Varnish 000 ± 0.10 NEG O.O± 0.8 0.0 ± 0 2 10 1121/98 
453 23 221 3 Shutter Cal-I Calibrate Calibrate O.OO± 0 00 O.O± 0.0 O.O±O.O 00 1/21/98 
454 23 222 3 Calibrate-l Calibrate Calibrate 1.02 ± 0.10 POS -0.1 ± 0.7 1.0± 0.2 1.0 1121/98 
455 23 223 3 Calibrate-l Calibrate Calibrate 1.14 % 0.26 POS 0.1 ± 0.7 1.1 ± 0.2 2.3 1/21/98 
456 23 224 3 Room-5 A Wall Wall Intact Masonite White 3.32 ± 1.11 POS 6.2± 2.9 3.3 ± 1.2 1.7 1121/98 
457 23 225 3 Room-5 B Wall Wall Intact Masonite Wbite 4.42 % 1.68 POS 4.5 ± 6.1 4.4 ± 1.6 2.3 1121/98 
458 23 226 3 Room-5 C Wall Wall Intact Wood Wbite 3.69 ± 2.41 POS 7.7 ± 2.2 7.7 ± 2.2 2.0 1/21/98 
459 23 227 3 Room-5 D Wall Wall Intact Masonite White 3.75 ± 2.34 POS 12.4 ± 3.4 12.4 ± 3.4 1.8 1/21/98 
460 23 228 3 Room-5 A Door-I Doo" Intact Wood White »5.0 ± 1.00 POS 8.8± 4.4 8.8 ±4.4 3.1 1/21/98 
461 23 229 3 Room-5 A Door-2 Door Intact Wood White »5.0 ± 1.00 POS 8.3 ± 5.2 8.3 ± 5.2 2.5 1/21/98 
462 23 230 3 Room-5 A Door-3 Door Intact Wood White »5.0 ± 1.00 POS 8.6±4.8 8.6 ± 4.8 2.1 1121/98 
463 23 231 3 Room-5 A Door-3 Screen-dr Intact Wood White 4.35 ± 1.75 POS 13.5 ± 5.7 13.S± 5.6 2.7 1121/98 
464 23 232 3 Room-5 C Door-4 Door Intact Wood White 000±01O NEG 02±O9 OO±O2 10 1121/98 
465 23 233 3 Room-5 C Door-4 Screen-dr Intact Wood White 2.42 ± 0.78 POS 1.9 ± 1.5 2.4 ±0.8 2.3 1/21/98 
466 23 234 3 Room-5 C Door-4 Casing Intact Wood White 2.44± 0.60 POS 4.8 ± 1.7 2.4 ±0.6 1.5 1/21/98 
467 23 235 3 Room-5 A Door-I Casing Intact Wood Wbite 4.26 ± 1.84 POS 9.9±3.3 9.9 ± 3.4 2.4 1/21/98 
468 23 236 3 Room-5 A Window-l Stool Intact Wood White »5.0± 1.00 POS 12.2 ±6.0 12.2 ±6.0 2.5 1/21/98 
469 23 237 3 Room-5 A Window-l Sash Intact Wood White »5.0 ± 1.00 POS 10.8 ± 5.6 10.8 ± 5.6 3.9 1/21/98 
470 23 238 3 Room-5 C Window-4 Stool Intact Wood White 4.04± 2.06 POS 4.3 ±2.0 4.3 ±2.0 2.3 1/21/98 
471 23 239 3 Room-5 C Window-5 Sash Intact Wood White »5.0 % 1.00 POS 16.1 ± 5.4 16.1 ± 5.4 2.3 1121/98 
472 23 240 3 Room-5 C Columns Columns Intact Wood White »5.0 ± 1.00 POS 12.3 ± 6.5 12.3 ±6.6 2.8 1/21/98 
473 23 241 3 Room-5 D Bookcase Frame Intact Wood White »5.0 ± 1.00 POS 4.6± 4.5 4.6±4.6 2.9 1/21/98 

536 



Site: 23 Date: 1121/98 Pamt Page 8 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo IIBsp Fir Room Side Strc Feat Cnd Sub elr PbL(mglcm') RES PbK Combl.ned Dl Date Note 

·474 23 242 3 1 Room-5 D Bookuse Shelf Intact Wood White 3.82 ±2.28 POS 8.7 ± 3.0 8.7 ± 31.0 1.9 1/21/98 

475 23 243 3 I Room-5 B Cabinet Door-Out Intact Wood White 0.00 ± 010 NEG -0.3 ± 1.0 00±02 1.0 1121/98 

476 23 244 3 I Room-5 B Cabmet Inside Intact Wood White OOO±O 10 NEG 01±07 00±02 1.0 1/21198 
477 23 245 3 1 Room-5 C Walll Stringer Intact Wood White 4.25 ± 1.85 POS 6.7 ± 2.0 4.3 ± 1.8 2.1 1/21/98 

478 23 246 3 I Room-6 A Wa,1I Wall Intact Drywall Beige 0.03 ± 0.26 NEG -0.6 ± 1.2 0.0 ± 0.2 26 1121198 
479 23 247 3 I Room-6 B Wa.1I Wall Intact Drywall Beige O.oI ±O.IO NEG ·0.5 ± 1.4 O.O± 0.2 10 1121198 
480 23 248 3 I Room-6 C Wa.1I Wall Intact Drywall Beige 01l±0.16 NEG ·0.1 ± 06 0.1 ± 0.2 7.9 1121/98 

~81 23 249 3 1 Room-6 D Wa,ll Wall Intact Drywall Beige 0.02 ± 0.31 NEG -0.3 ± 1.0 0.0 ± 0.4 17 1121/98; 

482 23 250 3 1 Room-6 A Wa"l Chair-raIl Intact Wood Beige 006±0.24 NEG 0.4 ± 08 0.1 ± 0.2 4.2 1121/98: 
483 23 251 3 I Room-6 D Door Door Intact Wood Beige 0.02 ± 0 34 NEG ··0.3 ± 1.2 0.0 ± 0.4 10 1/21/98 

484 23 252 3 I Room-6 A Entrance Casing Intact Wood Beige 0.04 ± 0.26 NEG ·0.1 ± 0.9 00 ± 0.2 3.4 1/21198 

485 23 253 3 I Room-6 B Cabinet-Upr Door-Out Intact Wood Beige 002±O.10 NEG 0.1 ± 0.9 0.0 ± 0.2 1.0 1121198 

486 23 254 3 I Room-6 D Cabinet-Upr Inside Intact Wood Beige 007 ± 0.40 NEG ·0.3 ± 0.9 0.1 ±0.4 3.1 1/21198 

487 23 255 3 1 Room-6 D Cabmet-Lwr Door-Out Intact Wood Beige 0.01 ± 0.26 NEG ·04±1.\ 0.0 ± 0.2 1.0 1/21/98 

488 23 256 3 1 Room-6 B Cabinet-Lwr Inside Intact Wood Beige 000±0.10 NEG ·0.6± 1 2 O.O± 0.2 1.0 1121/98 

489 23 257 3 I Room-6 C Wa.1I B;lseboard Intact Wood Beige 0.14 ± 0.55 NEG 00 ± 1.0 0.1 ±06 39 1121/98 

490 23 258 3 I Room-6 C Window Stool Intact Wood Beige 0.00 ± 0.10 NEG 01 ± 0.9 O.O± 0 2 1.0 1121/98 

491 23 259 3 1 Room-6 C Window Sash Intact Wood Beige 0.98± 0.67 POS 1.5 ± 0.7 1.5 ± 0.8 10.0 1/21/98: 

492 23 260 3 1 Room-6 A Radiator Radiator Intact Metal Beige 002±O.10 NEG ·0.3 ± 1.2 00 ± 0.2 1.\ 1/21/98: 

493 23 261 3 I Room-6 A Radiator Housing Intact Wood Beige O.OO±O.IO NEG ·14±1.1 00 ± 0.2 1.0 1121/98: 

494 23 262 3 I Room-7 A Wall-Upr Wall Intact Drywall Beige 0.06 ± 0 20 NEG ·0.1 ± 09 01±02 52 1/21198 
495 23 263 3 I Room-7 B Wall-Upr Wall Intact Drywall Beige o OO± 0.10 NEG -0.4 ± 13 0.0 ± 0.2 1.0 1121/98 

496 23 264 3 I Room-7 C Wall-Upr Wall Intact Drywall Beige 001 ±O 10 NEG -09 ± 1.2 0.0 ± 0.2 10 1/21/98 

497 23 265 3 I Room-7 D Wall·Upr Wall Intact Drywall Beige OOO±O 10 NEG ·02± I I 0.0 ± 0 2 1.0 1121/98 

'~98 23 266 3 I Room-7 D Wall-Lwr Wall Intact Wood Beige O.oI ± 0.28 NEG -0.5 ± 1.2 00 ± 0.2 1.0 1/21198 

499 23 267 3 I Room-7 C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.12 NEG -0.3± 11 0.0 ± 0 2 1.0 1/21198 
:500 23 268 3 1 Room-7 B Wall-Lwr Wall Intact Wood Beige 0.06±0 10 NEG ·04 ± 10 0.1 ± 0.2 5.4 1121198 
:501 23 269 3 1 Room-7 A Wall-Lwr Wall Intact Wood Beige 002 ± 0.10 NEG -03 ± 0.8 o o± 0.2 2.8 1121198: 

:502 23 270 3 I Room-7 A Wall Baseboard Intact Wood Beige 0.21 ± 0.32 NEG ·03 ± 1.2 02±04 23 1121198: 

:503 23 271 3 I Room-7 A Wall Chair-rail Intact Wood Beige 000 ± 0.10 NEG ··0.5 ± 10 0.0 ± 0.2 10 1121/98: 

:504 23 272 3 I Room-7 A Floor Floor Intact Wood Varnish o OO± 0.10 NEG ··1.6± 1.4 0.0±0.2 10 1121/98 

:505 23 273 3 I Room-7 A Door-l Door Intact Wood Beige 0.39 ± 0.16 NEG ·0.1 ± 0.7 0.4 ± 0.2 22 1121198 

:506 23 274 3 I Room-7 D Door-3 Door Intact Wood Beige 0.52 ± 0.16 NEG I O± 0.6 05±02 23 1/21/98 

:507 23 275 3 I Room-7 D Entrance Casing Intact Wood Beige 0.44 ± 0.21 NEG ··0.4 ± 06 -04 ± 0 6 29 1121/98 

:508 23 276 3 I Room-7 C Window Stool Intact Wood Beige 072 ± 0.24 NEG 0.1 ± 0.7 0.7 ± 02 2.9 1/21198 

:509 23 277 3 I Room-7 C Window Sash Intact Wood Beige 0.81 ±0.14 POS 1.5 ± 0.5 1.5 ±0.4 2.7 1I21m, 

:510 23 278 3 I Room-7 B Cabinet Casing Intact Wood Beige 0.53 ± 0.21 NEG ··0.3 ± 0 7 0.5 ± 0.2 2.8 1121198 

:511 23 279 3 1 Room-7 D Bookcase Shelf Intact Wood Beige 0.64 ± 0.28 NEG 0.6± 0.6 0.6 ± 02 3.7 1/21/98 

:512 23 280 3 I Room-7 D Cabinet Door-Out Intact Wood Beige 057±0.18 NEG 0.1 ± 0.7 06 ± 0.2 2.3 1121198: 

:513 23 281 3 I Room-7 B Cabinet Inside Intact Wood Beige 0.31 ±o 18 NEG 0.0 ± 0.9 03 ± 0.2 1.6 1/21/98, 

:514 23 282 3 I Room-7 C Radiator Radiator Intact Metal Beige 0.00 ± 0.\0 NEG ··0.3 ± 1.2 0.0 ± 02 1.0 1/21198: 

:515 23 283 3 I Room-7 C Radiator Housing Intact Wood Beige 0.00 ± 0.\0 NEG O.O± 09 0.0 ± 0.2 1.0 1121198 

:516 23 284 3 I Room-8 A Wall-Upr Wall Intact Drywall Beige 0.01 ±020 NEG ··0.1±1.0 0.0±02 1.0 1121/98, 

:517 23 285 3 1 Room-8 B Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.18 NEG ··0.5 ± 09 0.0 ± 0.2 1.0 1121/98 

:518 23 286 3 1 Room-8 C Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.10 NEG ··0.6 ± 1.2 0.0±0.2 1.0 1121198 

:519 23 287 3 I Room-8 D Wall-Upr Wall Intact Drywall Beige 0.04±0.10 NEG O.O± 10 0.0 ± 0.2 4.0 1121/98 

:520 23 288 3 I Room-8 D Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0.9 0.0±0.2 1.0 1121198 

:521 23 289 3 1 Room-8 C Wall-Lwr Wall Intact Wood BeIge OOO±O.lO NEG ·0.2± 1.0 0.0 ± 0 2 1.0 1121198 

:522 23 290 3 1 Room-8 A Wall-Lwr Wall Intact Wood Beige 0.05 ± 0.\0 NEG ·0.3 ± 1 1 01 ± 0.2 7.1 1121/98 

:523 23 291 3 I Room-8 A Wall Wall Intact Wood Beige 022 ± 0.28 NEG -05 ± 1.0 02 ± 0.2 26 1121198. 

:524 23 292 3 I Room-8 A Wall ChaIr-raIl Intact Wood Beige 000±010 NEG O.O± 1.0 0.0 ± 0 2 1.3 1121198 

:525 23 293 3 I Room·8 A Floor Floor intact Wood Varnish o OO± 0.\0 NEG 0.1 ± 0.9 00±02 10 1121198 

:526 23 294 3 I Room-8 B Door Door Intact Wood Beige 053 ±0.14 NEG 09±06 0.5 ± 02 19 1/21/98 

:527 23 295 3 I Room-8 A Entrance Casing Intact Wood Beige 046±0.17 NEG 0.8 ± 0.6 0.5 ± 0.2 2.3 1121198 

:528 23 296 3 I Room-8 D Window-8 Stool Intact Wood Beige 0.55 ± 0.19 NEG 0.1 ± 0.7 0.5 ± 02 24 1/21/98 

:529 23 297 3 1 Room-8 C Window-5 Sash Intact Wood Beige 0.48 ± O.ll POS 1.4± 0.5 1.4 ± 0.4 2.7 1/21/98, 

:530 23 298 3 1 Room-8 C Window I~oxing Intact Wood Beige 2.72 ± 1.10 POS 4.3 ± 1.8 2.7 ± 1.0 3.3 1/21/98 

:531 23 299 3 1 Room-8 A Radiator Radiator Intact Metal Beige 0.02 ± 0.\0 NEG ··0.6± 14 00±02 4.8 1121/98 

532 23 300 3 I Room-8 A Radiiltor Housing Intact Wood Beige O.OO±O 10 NEG 0.2 ± 08 0.0 ± 02 10 1/21198 

533 23 301 3 I Room-7 C Window Boxing Intact Wood Beige 030 ± 0.20 NEG 0.3 ± 0 8 0.3 ± 02 20 1/21198 

:534 23 302 3 1 Shutter Cal-1 Calibrate Calibrate 000 ± 0.00 0.0 ± 00 O.O± 00 0.0 1121/98 

~535 23 303 3 I Calibrate-l Calibrate Calibrate 1.34 ± 0.25 POS o.o± 1.0 1.3 ± 0.2 1.2 1121198 

'536 23 304 3 1 Calibrate-2 Calibrate Calibrate 1.33 ±0.25 POS 1.0 ± 1.0 1.3 ±O.2 1.2 1121198 

537 23 305 3 1 Calibrate-3 Calibrate Calibrate 1.12 ± 0.14 POS 0.4 ± 0.7 1.1 ± 0.2 I.t 1121/98 

538 23 306 3 1 Calibrate-4 Calibrate Calibrate 1.10 ± 0_25 POS 0.2 ± 0.7 1.1 ± 0.2 2.3 1121198 
539 23 307 3 I House-ext A Wall Wall Intact Masonite White 0.20 ± 0.34 NEG ··1.3±14 0.2 ± 0.4 25 1121/Q~ 

;40 23 308 3 I House-ext. B Wall w.n 



Site: 23 Date: 112l/'~8 l'dlnI rage 'J 

Ranges (NEG<INC':POS): Device PCS 

No Site XLNo Insp Fir Rooml Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined OJ Date Note 
542 23 310 3 I House-ext. 0 Wall Wall Intact Masomte White 0.01 ± 0.25 NEG -0.6 ± 1.2 00 ± 0.2 1.0 1121/98 
543 23 311 3 I House-e:xt. A Door-I Door Intact Wood White 000 ± 0.10 NEG -03±12 0.0 ± 0 2 10 1121198 
544 23 312 3 I House-«:xt. A Door-l Casing Intact Wood White »S.O± 1.00 POS 22.9 ± 7.1 22.9 ± 7.2 3.3 1/21/98 
545 23 313 3 I House-ext. A 000r-2 Door Intact Wood White 003 ± 0 33 NEG -03,,1.1 00±04 24 1/21/98 
546 23 314 3 1 House-«:xt. A Door-2 Casing Intact Wood White »5.0 ± 1.00 POS 12.2 ± 6.1 12.2 ± 6.0 10.0 1121/98 
547 23 315 3 I House-c:xt. A Porch Columns Intact Wood White 0.75 ± 0.26 NEG 0.1 ± 07 0.8 ± 0.2 3.0 1/21/98 
548 23 316 3 I House-e:xt. A Porch Floor Intact Wood Grey 0.46 ± 0 20 NEG 0.1 ±0.7 0.5 ± 0 2 28 1/21198 
549 23 317 3 1 House-ut. A Porch Lattice Intact Wood White »5.0± 1.00 POS 12.9 ± 3.6 12.9±3.6 4.4 1121/98 
550 23 318 3 1 House-ut. A Porch Trim-Lwr Intact Wood White 1.50 ± 0.50 POS 1.6 ± 0.9 1.5 ± 0.4 3.7 1121/98 
551 23 319 3 1 House-«:xL A Porch Awning Intact Met,o! White 0.85 ± 0.44 POS 4.3 ± 1.5 4.3 ± 1.4 3.0 1121/98 
552 23 320 3 1 House-«:xt. B Window Stool Intact Wood White 3.63 ± 2.47 POS 13.5±5.8 13.5± 5.8 10.0 1121/98 
553 23 321 3 1 House-«,xt. B Window Sash-Ext Intact Wood White »5.0 ± 1.00 POS 9.1 ± 4.9 9.1 ± 5.0 5.1 1121/98 
554 23 322 3 1 House-«,xt. 0 Foundation Flashing Intact Met,o! Wbite »5.0± 1.00 POS 21.6 ±9.0 21.6 ± 9.0 4.4 1121/98 
555 23 323 3 I House-c:xt. C Door-3 Door Intact Wood White 0.00 ± 0.10 NEG -0.9 ± 1.2 0.0 ± 0.2 10 1121198 
556 23 324 3 I House-«,xt. C Door-3 Screen-dr Intact Wood White 2.35 ± 0.69 POS 2.0:1: 1.5 2.4± 0.6 1.9 1121/98 
557 23 325 3 1 House-t'xt. C Door-3 Casing Intact Wood Wbite 2.17:1: 1.10 POS 1.6 ± 1.2 2.2:1: 1.2 4.9 1121/98 
558 23 326 3 1 House-«,xt. C Wall Wall Intact Wood Wbite »S.O± 1.00 POS 8.4±3.8 8.4±3.8 4.8 1121/98 
559 23 327 3 1 Porch··2 A Porch-2 Columns Intact Wood White 3.1J ± 2.96 POS 2l.5±6.8 23.5:1: 6.8 10.0 1121/98 
560 23 328 3 I Porch-2 C Porch-2 Columns Intact Wood White 001 ±O.IO NEG -07 ± 1.2 O.O± 0.2 10 1/21/98 
561 23 329 3 I Porch-2 C Columns Beam Intact Wood White 0.03 ± 0.10 NEG -07 ± I 2 0.0 ± 0 2 1.0 1/21/98 
562 23 330 3 I Porch-2 C Ceiling joists Intact Wood White 0.02 ± 010 NEG -0.7 ± 1.1 0.0 ± 0.2 10 1121198 
563 23 331 3 I Porch-2 C Ceiling Ceiling Intact Wood White OOO±O.IO NEG 02 ± 1.0 00±02 1.0 1/21/98 
564 23 332 3 I Porcb··2 A Porch Trim-Upr Intact Wood White »5.0± 1.00 POS 6.3:1:6.8 6.3± 6.8 6.2 1121/98 
565 23 333 3 1 Porch··2 A Window Sasb-Ext Intact Woo>d Wbite 0.35±0.25 POS 2.0 ± 0.7 2.0:1: 0.6 4.0 1121/98 
566 23 334 3 I Porch-2 A Dryer-vent Vent-Pipe Intact Metal White 032 ± 0.22 NEG 01±05 0.1 ± 0.4 10.0 1/21198 
567 23 335 3 I House-ext. A Door Bulkhd-Dr Intact Metal White 028±0.16 NEG 0.8 ± 0 7 0.3 ± 0.2 33 1/21/98 
568 23 336 3 1 House-ut. A Casing Bulkhd-Dr Intact Met:1I White 0.30±0.70 POS 4.8 ± 1.8 4.8 ± 1.8 4.7 1121/98 
569 23 337 3 2 House-ut. e Soffit Soffit Intact Wood Wbite »5.0± 1.00 POS 8.0± 4.9 8.0± 4.8 6.9 1121/98 
570 23 338 3 2 House-ext. C Facia Facia Intact Wood White 0.13 ± 0.21 NEG 0.5 ± 0.5 0.1 ± 0.2 7.3 1121198 
571 23 339 3 2 House-ext. C Gutter Gutter Intact Metal White 0.00 ± 0.\0 NEG -0.2± 1.0 0.0 ± 0.2 10 1121198 
572 23 340 3 2 House-ext. C Gutter Downspout Intact Met'll White 0.04 ± 0.10 NEG 0.1" 0.8 0.0 ± 0 2 4.7 1/21/98 
573 23 341 3 2 House-t'xt. A Storm-shutr Sbutter Intact Wood Green »5.0± 1.00 POS 13.8 ±5.2 1l.8± 5.2 8.0 1121/98 
574 23 342 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 OO±OO 00 1121/98 
575 23 343 3 2 Calibrate-I Calibrate Calibrate 1.08 ± 0.13 POS 0.7 ± 0.7 1.1 ±0.2 1.0 1121/98 
576 23 344 3 2 Calibrate-2 Calibrate Calibrate 1.36 ± 0.31 POS 0.4 ± 0.7 1.4 ± 0.4 2.7 1121/98 
577 23 345 3 2 Calibrat>~-3 Calibrate Calibrate 0.92 ± 0.21 NEG 0.2 ± 0 7 0.9± 0 2 2.0 1121198 
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Evaluation 
XRF Field Data Sheets 

and Results 



Original Reading 
3.30 
8.30 

10.80 
13.50 

0.00 
1.20 
0.50 
1. 60 

.10 

.50 
39.80 

39.80 / 10 = 3.98 

Absolute Difference = .57 

C = 399.0325 
D = 2.8730 
E = 2.9050 
F = 1.7044 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
ru A Dl .... ~T{\N ~r 
'"" ...... r-.. ... ~..a..Ju .... '-'l', IJ'-' 

Retest Evaluation 

Retest Reading 
8.40 
7.90 

11.30 
12.60 

" " " u .. uu 

1. 50 
0.60 
2.60 
0.10 
0.50 

45.50 

45.50 / 10 4.55 

(4.55 - 3.98 = 0.57) 

399.0325 x 0.0072 = 2.8730 
2.8730 + 0.032 = 2.9050 
Square Root of. 2.9050 = 1.7044 
1.7044 x 1.645 = 2.8037 

Average 
5.85 
8.10 

11.05 

13.05 

" " " v .. uu 

1. 35 
0.55 
2.10 
0.10 
0.50 

42.65 

Retest Tolerance Limit = 2.8037 

.57 < 2.8037 - The Inspection has passed the test. 

The Retest Tolerance Limit is computed using the following steps: 

Squared 
34.2225 
65.6100 

122.1025 
170.3025 

0.0000 
1.8225 
0.3025 
4.4100 
0.0100 
0.2500 

399.0325 

1. Calculate the average of the original XRF result and retest XRF result for each testing combination. 

2. Square the average for each testing combination. 

3. Add the ten squared averages together. This quantity is called C. 

4. Multiply the number C by 0.0072. This quantity is called D. 

5. Add the number 0.032 to D. This quantity is called E. 

6. Take the square root ofE. Call this quantity F. 

7. Multiply F by 1.645. The result is the Result Tolerance Limit. 

8. Find the absoiute difference of the two averages. 

If the Absolute Difference is less than the Retest Tolerance Limit, the inspection has passed the retest. If the Absolute 

Difference of the overall averages equals or exceeds the Retest Tolerance Limit, the procedure should be repeated with 

ten new testing combinations. If the difference of the overall averages is equal to or greater than the Retest Tolerance 

Limit a second time, then the inspection is considered deficient. 
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Paint Page 1 
Qlllarters Z, Quality Evaluation Re(f,st 

Charleston Naval Complex 
Site: Date: 1122/98 

Ranges (NEG<INC<POS): Device rcs 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(rng/cm') RES PbK Combined Note 
I 23 294 Shutter Cal-I Calibrate 0.00 't 0.00 00 ±O.O O.O±O.O 
2 23 295 6 Calibrate-I Calibrate 0.97:t 0.12 NEG 0.6 ± 05 1.0 ± 0.1 
3 23 296 6 Calibrate-2 Calibrate 1.01 it 0.22 POS 0.2 ± 0.5 1.0 ± 0.2 
4 23 297 6 I Room-S A Wall Willi Intact Masonil€: Beige 3.88 it 2.22 POS 8.4 ± 2.4 8.4 ± 2.4 456 
5 23 298 6 1 Room-S A Door Door Intact Wood Beige »5.0 it 1.00 ros 7.9± 2.3 7.9± 2.3 4M 
6 23 299 6 1 Room-S A Window Sash Intact Wood Beige »5.0 it 1.00 POS 11.3 ± 2.5 11.3 ± 2.5 4Ei9 
7 23 300 6 1 Room-S A Door Scref,n-dr Intact Wood Beige 4.22 it 1.88 POS 12.6 ± 2.5 12.6 ± 2.5 4U 
8 23 301 6 1 Room-7 B Floor Floor Intact Wood Varnish 001 !t 0.32 NEG -07 ± 0.8 O.O± 0.3 504 
9 23 302 6 I Room-I 0 Fireplace Mantle Intact Wood Beige 1.61 Jt 0.81 POS 1.5 ± 0.5 1.5 ± 0.5 72 
\0 23 303 6 2 Room-3 C Window Casing Intact Wood Beige 0.59 't 0.19 NEG 0.5 ± 0.4 0.6± 0.2 262 
11 23 304 6 2 Room-3 C Window Sash Intact Wood Beige 0.62 J: 0.28 POS 2.6 ± 0.7 2.6± 0.7 2~i3 
12 23 305 6 2 Hall-3 C Stairs Rail··cap Intact Wood Black 0.06 Jt 0.10 NEG 0.2 ± 0.5 0.1 ±O.I 219 
13 23 306 6 2 Room-2 A Window Casing Intact Wood Beige 0.46,,0.17 NEG 0.5 ± 0.4 0.5 ±0.2 198 
14 23 307 Shutter Cal-l Calibrate 000,,0.00 O.O± 0.0 O.O±O.O 
15 23 308 6 Calibrate-l Calibrate 1.03 ,t 0.13 POS 0.3± 0.5 1.0 ± 0.1 
16 23 309 6 Calibrate-2 Calibrate 1.07,,0.23 POS 0.6 ± 0.5 1.1 ± 0.2 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters Z, 1510 Hobson Avenue, Charleston Naval Complex, 

Charleston SC 

I I ~2rnnJ~ I ""'"'-........ - I I Is surface I Dimensions' I 
~lIrf:lll'''' ~mnnth :lInri of the sample -.-- ---- _ ... __ ... _ .. - I I Result of Lab 

Tnbl I ".:lIri An:.lv!::i!:: 
-(~g/fti) Number 

NBC/ 
Qtrs Z 
001 
NBC/ 
Qtrs Z 
002 

I 
NBC/ 
Qtrs Z 
003 
NBC/ 
Qtrs Z 
004 
NBC/ 
Qtrs Z 
005 
NBC/ 
Qtrs Z 
006 
NBC/ 
Qtrs Z 
007 
NBC/ 
Qtrs Z 
008 

Room 

1ST Floor, 
Room-3 

1ST Floor, 
Room-3 

1ST Floor, 
Rnnm-1 . ,-_ .... 

1ST Floor, 
Room-1 

2ND Floor, 
Room-3 

?ND I=lnnr - , ._ ..... , 
Bath-4 

1ST Floor, 
Room-8 

Blank 

Type 

Floor 

Window 
Sill 

Floor 

Window 
Sill 

Floor 

Window 
Sill 

Floor 

N/A 

I Measure to the nearest 1/8 inch. 

area (inches " (H2) . --_. ----
cleanable? 

x inches) 
Found 

Yes 12 x 12 1 3.20 

Yes 2 x 27 0.375 -14.10 

Yes 12 x 12 -1.60 

Yes 2 x27 0.375 53.70 

Yes 12 x 12 1 -5.90 

Yes 2 x 27 0.375 -9.20 

Yes 12 x 12 1 -0.60 

N/A N/A N/A -15.10 

HUD standards: 100 j..lg/fe (floors), 500 j..lg/fe (interior window sills), 800 j..lg/ft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/22/98 

Table 20-b, Field Sampling Form for Dust 
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3.20 

<Detectable 

<Detectable 

143.20 

<Detectable 

<Detectable 

<Detectable 

<Detectable 



Quarters Z, . Samples 
Charleston Naval Complex 

Site 23, Date: 1122/98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Ph ± Pree 
5 23 238 3 Calibrate-I 3321.60 ± 64.00 
10 23 243 3 1 Room-3-DOl A Floor Floor 3.20± 17.60 
1 (. 

-) 23 248 3 1 Room-3-D02 C Window Stool -14.10± 17.60 
20 23 253 3 1 Room-I-D03 A Floor Floor -1.60 ± 18.10 
2(' 

-) 23 258 3 1 Room-I-D04 D W'indow Stool 53.70± 20.10 
30 23 263 3 2 Room-3-D05 D JFloor Floor -5.90 ± 16.90 
35 23 268 3 2 Bath-4-D06 C W'indow Stool -9.20 ± 18.80 
40 23 273 3 1 Room-8-D07 B Floor Floor -0.60 ± 17.80 
4':;' .) 23 278 3 Blank-D08 -15.10 ± 18.30 
50 23 284 3 Calibrate-l 3305.60 ± 63.80 

Table 20-c, XRF Field Data Shel:ts for Dust Samples 



Bulk Page 1 
Quarters Z, Soil Samples 

Charleston Naval Complex 
Site: 23 Date: 1122/98 

No Site XLNo Insp Room Side Stn: Feat Pb ± Pree 
1 1 286 6 Calibrate-1 1.0 ± 64.5 
'" 1 287 6 Calibrate-2 1080.8 ± 106.5 ~. 

3 1 288 6 Outside B Dripline 1136.8 ± 108.8 
4 1 289 6 Outside C Dripline 61.3± 61.2 ,. 
~, 1 290 6 Outside C Clothesline 137.3 ± 59.1 
6 1 292 6 Calibrate-1 1.5± 57.5 
7 1 293 6 Calibrate-2 1091.2 ± 109.1 

Table 20-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

21.0 Quarters AA 

Quarters AA, 1345 Avenue G, is a two-story, wood-framed unit that is half a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechfu~ical room, one kitchen, trliee rooms, 

one bathroom, and three hallways. One staircase provides access to the second leveL The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 22 January 1998 to 26 January 1998, two certified lead inspectors performed an extensive 

LBP survey of Quarters AA. Quarters AA was surveyed after the HUD Guidelines Chapter 7 

revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

21.1 Identification of Lead in Quarters AA: 

Four hundred thirty XRF samples and calibrations were taken in Quarters AA. In general, the paint 

condition was intact, but there were exceptions at the time of survey as annotated in the condition 

column of the XRF Field Data Sheets. Table 21-a contains LBP sampling results for Quarters AA 

and the quality evaluation retest and results. Figure 21-a is the unit floorplan. Eight dust samples 

were taken from various locations throughout the building. Three soil samples were taken from 

separate locations outside the building. Dust and soil samples were taken for informational 

purposes only. 

The following pages summarize the location of lead-based paint found in Quarters AA: 

546 



Quarters AA Positive Lead-Based Paint Results 
Fir Room Side Strc Feat Cnd Sub Cir RES Combined (mglcm') 

1 Bath-1 C Window Sash Intact Wood Beige pas 2.9 ±0.8 
1 House-ext. A Door-1 Casing Intact Wood White pas 21.2 ±7.4 
1 House-ext. A Awning Awning Intact Metal White pas 2.2 ±1.2 
1 House-ext. B Door-3 Casing Intact Wood Green pas 1.6 +3.4 
1 House-ext. 8 Awning Awning Peeiing Metai White POS 4.1 ±1.6 
1 House-ext. C Wall Wall Intact Wood White pas 8.2 ±2.2 
1 House-ext. C Window-6 Casing Peeling Wood White pas 16.3 ±6.8 
1 House-ext. C Window-6 Sash-Ext Peeling Wood White pas 23.1 ±7.0 
1 House-ext. C Window-5 Screen-sash Peeling Wood Green pas 4.6 ±2.4 
1 House-ext. C Elec-Panel ElecPanel Intact Metal White pas 11.0 ±6.0 
1 House-ext. C Foundation Flashing Intact Metal White pas 19.1 +7.0 
1 Kitchen C Window Sash Intact Wood Beige pas 1.8 ±O.5 
1 Porch-1 A Porch Columns Intact Wood White pas 22.1 ±3.2 
1 Porch-; A Porch Lattice intact Wood White l-'uS 9.0 ±2.3 
1 Porch-1 A Porch Floor Intact Wood Grey pas 2.4 ±0.7 
1 Porch=1 A Ceiling I"'ailin,.. Intact \lVood \lVhite Dne> 7.5 ~., " 

V"""IIIII~ rvv L.,l.U 

1 Porch-1 B Door Casing Intact Wood White pas 25.9 ±3.5 
1 Porch-1 B Columns Columns-Ext Intact Wood White pas 24.6 ±7.4 
1 Porch-1 B Trim-lwr Trim-Ext Peeling Wood White pas 23.1 ±6.8 
1 Porch-1 B lattice lattice-Ext Intact Wood Green pas '.5 ±0.4 
1 Porch-1 D Door Door Intact Wood White pas 17.8 ±2.8 
1 Porch-1 D Door Casing Intact Wood White pas 22.6 ±3.2 
1 Porch-' D Wall Wall Intact Masonite White pas 5.4 ±1.5 
1 Porch-1 D Door-3 Casing Intact Wood Grey pas 2.6 +0.8 
1 Porch-1 D Door-3 Door Intact Wood White pas 15.8 ±2.8 
1 Porch-2 A Porch Columns Intact Wood White pas 7.5 ±2.0 
1 Porch-2 A Porch lattice Intact Wood White pas HO.3 ±2.4 
1 Porch-2 A Door Casing Intact Wood White pas 19.7 ±3.1 
1 Porch-2 A Window Screen-sash Intact Wood Beige pas 7.1 ±2.2 
1 Porch-2 A Columns Columns-Ext Intact Wood White pas 16.0 ±6.0 
1 Porch-2 A Lattice Lattice-Ext Intact Wood Green pas 24.6 8.0 
1 Porch-2 8 itv'aii Waii intact Masonite iNhite POS 6.9 ±z.i 
1 Porch-2 B Door Casing Intact Wood White pas 23.7 ±3.1 
1 Porch-2 B Door Door Intact Wood White pas 15.9 ±2.9 
1 Porch-2 C Ceiling Ceiling Intact Wood White pas 11.1 5.0 
1 Porch-2 C Closet Ceiling Intact Drywall Beige pas '.9 ±O.6 
1 Porch-2 D Wall Wall Intact Masonite White pas 7.2 ±2.1 
1 Room-1 D Window Sash Intact Wood Beige pas 2.2 ±0.5 , Room-2 C Window Sash Intact Wood Beige pas 1.8 ±0.5 
1 Room-3 C Window Sash Intact Wood Beige pas 2.3 ±O.6 
2 Bath-3 D Window Sash Intact Wood Beige pas 1 8 ±O.6 
2 Hall-4 D Window Sash Intact Wood Beige pas 1.9 ±O.6 
2 House-ext. 0 Soffit Soffit Intact Wood White POS 18.9 ±6.8 
2 House-ext. D Facia Facia Intact Wood White pas 22.0 ±6.6 
2 Room-1 A Wlndow-, Sash Intact Wood Beige pas 1.4 ±O.4 
2 Room-2 A Window-1 Sash Intact Wood Beige pas 1.5 ±0.4 
2 Room-3 B Window-2 Sash Intact Wood Beige pas 1.4 ±O.4 
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Pamt Page I 
Quarters AA, Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 24 Date: 1/23/98 to 1126198 

Ranges (NEG<INC<POS): Device PC'S 

No Site XLNo Insp FIr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 

I 24 I 6 I Shutt,:r Cal-I Cahbrate Calibrate 0.00 ± 0.00 0.0 ± 0 0 0.0 ± 0.0 0.0 1/22/98 

2 :!4 2 6 I Calibrate-l Calibrate Calibrate 1.00± 0.13 POS 0.7 ± 0.4 1.0 ± 0.1 1.0 1122198 

3 :t4 ,I 6 1 Calil~rate-2 Calibrate Calibrate 1.28 ± 0.28 POS 0.8 ±0.4 I.l ± 0.3 2.6 1122198 

4 24 4 6 I Calilbrate-3 Calibrate Cahbrate 095±021 NEG 0.7 ± 0.4 10 ± 0.2 20 1122/98 

5 24 ~i 6 I Room-I A Wall-Upr Wall Intact Drywall BeIge 0.18 ± 010 NEG 0.2 ± 0 7 0.2 ± 0 7 10.0 1/22/98 

6 24 Ii 6 I Room-I B Wall-Upr Wall Intact Drywall Beige 0,0\ ± 0 23 'NEG .. 06±0.7 0.0 ± 0 2 1.0 1122/98 

7 24 7 6 I Room-I C Wall·Upr Wall Intact Drywall Beige 002±0 10 NEG .. 0.7±07 00±01 27 1122/98 

8 24 !I 6 I Room-I 0 Wall·Upr Wall Intact Drywall Beige 0.04 ± 0 32 NEG .. 05 ± 0.8 0.0 ± 0.3 25 1122/98 

9 24 9 6 I Room-I 0 Wall·Lwr Wall Intact Wood Beige 0.00 ± 0.15 NEG .. 0.1 ± 0.6 00±02 1.0 1122/98 

10 24 JO 6 I Room-I C Wall·Lwr Wall Intact Wood Beige 002 ± 0.26 'NEG 0.1 ± 0.7 O.O± 0 3 1.9 1122198 

\I 24 II 6 I Room-I B Wall·Lwr Wall Intact Wood Beige 001 ± 0.20 NEG .. 04±0.7 o O± 0.2 1.0 1122/98 

12 24 J2 6 I Room-I A Wall·Lwr Wall Intact Wood Beige 004 ± 0 29 'NEG .. 0.7 ± 0.7 0.0 ± 0.3 25 1/22/98 

13 24 13 6 I Room-I A Wall Chair-rail Intact Wood Beige 0.05 ± 0.26 NEG .. 0.5 ± 0.7 01 ± 0.3 3.9 1122/98 

14 24 14 6 I Room-I A Wa.1l Baseboard Intact Wood Beige 0.09±010 NEG .. 0.4 ± 0 7 -04 ± 0 7 10.0 1/22/98 

15 24 15 6 I Room-I C Door Casing Intact Wood Beige 018±037 NEG 0.1 ± 0.4 02 ± 0.4 5.0 1122/98 

16 24 16 6 I Room-I C Door Door Intact Wood Beige 0.02 ± 0.13 NEG .. 0.4 ± 0.6 00±01 1.0 1/22/98 

17 24 17 6 I Room-I B Door Door Intact Wood Beige 0.03 ± 0 10 NEG 0.2 ± 0 4 0.0 ± 0.1 1.3 1122/98 

18 24 18 6 I Room-I 0 Window Casing Intact Wood BeIge 0.14 ± 0.36 NEG 0.2 ± 0.5 0.1 ± 04 3.9 1/22/98 

19 :14 19 6 I Room-I D Window Sash Intact Wood Beige 0.43 ± 0.58 POS 2.2 ±0.5 2.2 ± 0.5 7.4 1122198 

20 24 20 6 I Room-I C Wall Wall-Rgstr Intact Metal Beige 0.00±010 NEG 0.2 ± 0.7 00 ± 0.1 10 1122/98 

21 24 21 6 I Room-I C Door Jamb Intact Wood Beige 009±0.12 NEG 04 ± 0.4 0.1 ± 0.1 2.3 1/22/98 

22 24 22 6 I Room-I B Book,~ase Frame Intact Wood Beige OOO±O.IO NEG .. 02 ± 0 6 OO± 0.1 1.0 1122/98 

23 24 23 6 I Room-I B Book,~ase Shelf Intact Wood Beige 000±0.13 NEG .. 03 ± 0 6 00±01 1.0 1/22/98 

24 24 24 6 I Room-I A Window Boxing Intact Wood Beige 001 ±025 NEG .. 06 ± 0.6 0.0 ± 0.3 1.0 1/22/98 

25 24 25 6 I Room-I A Floor Floor Intact Wood Varnish O.OO± 010 NEG .. 0.2 ± 0.7 O.O±O I 1.0 1122/98 

26 :14 26 6 1 Porch-I A Porch Columns Intact Wood White 4.21 ± 1.89 POS 22.1 ± 3.2 22.1 ± 3.2 6.3 1122/98 

27 :14 27 6 I POlrch-l A Por,ch Lattice Intact Wood White 0.36 ± 1.l1 POS 9.0± 2.3 9.0± 2.3 4.4 1122/98 

28 :t4 28 6 I Porch-I A Porch Floor Intact Wood Grey 0.49 ± 0.19 POS 2.4 ± 0.7 2.4 ± 0.7 1.8 1122/98 

29 24 2'9 6 I Po'rch-I B Door Screen·sash Intact Wood White OOO±O 10 'NEG 0.0 ± 0.7 00±01 1.0 1/22/98 

30 :14 30 6 I POlrch-1 B Door Casing Intact Wood White »5.0± 1.00 POS 2:5.9 ± 3.5 25.9±3.5 4.2 1122198 

31 :14 31 6 I POJrch-1 D Door Door Intact Wood White »5.0 ± 1.00 POS 17.8 ± 2.8 17.8 ± 2.8 5.6 1/22198 

32 24 lZ 6 1 POlrch-1 D Door Casing Intact Wood White »5.0± 1.00 POS 2:2.6 ± 3.2 22.6±3.2 4.8 1/22198 

33 :14 3.3 6 1 POJrch-l D W.:11 Wall Intact Masonite White 2.83 ± 1.23 POS 5.4 ± 1.5 5.4 ± 1.5 3.2 1122198 

34 :14 34 6 1 POirch-l D Doolr-3 Casing Intact Wood Grey 1.05 ± 0.40 POS 2.6 ± 0.8 2.6 ± 0.8 2.7 1/22198 

35 :14 3S 6 I POlrch-1 0 Door-3 Door Intact Wood White »5.0 ± 1.00 POS 15.8 ± 2.8 15.8 ± 2.8 6.2 1/22198 

36 24 305 6 I Hall-I A Wall-Upr Wall Intact Drywall Beige 0.01±021 NEG .. 0.5 ± 0 7 00±02 1.0 1/22/98 

37 24 37 6 I Hall· I B Wall-Upr Wall Intact Drywall Beige 001 ±0.12 NEG .. 0.2 ± 0.7 O.O± 0.1 10 1/22/98 

38 24 38 6 I Hall-I C Wall·Upr Wall Intact Drywall Beige 001±0.22 NEG .. 02±0.7 0.0 ± 02 1.1 1/22/98 

39 24 39 6 I Hall· I 0 Wall-Upr Wall Intact Drywall Beige O.IO±O.IO NEG 0.1 ± 0.8 01 ± 0.8 10.0 1122/98 

40 24 40 6 I Hall-I D Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0 6 00±01 1.0 1122/98 

41 24 41 6 I Hall-I C Wall-Lwr Wall Intact Wood Beige 009 ± 0.30 NEG .. 0.5 ± 0.7 0.1 ± 0.3 5.1 1122/98 

42 24 42 6 I Hall-I B Wall-Lwr Wall Intact Wood Beige 0.05 ± 0.10 NEG .. 0.1 ± 0.6 01 ± 0 I 4.3 1122/98 

43 24 43 6 I Hall-I A Wall-Lwr Wall Intact Wood Beige O.OH 0.10 NEG .. 09 ± 0 7 00 oL 0.1 46 1/22/98 

44 24 44 6 I Hall· I A Wall Chair-raIl Intact Wood BeIge 001±020 NEG 0.1 ± 07 00±02 10 1122/98 

45 24 45 6 I Hall-I A Wall Baseboard Intact Wood Beige OOO±OJO NEG .. 03 ± 0 7 00±01 10 1122198 

46 24 46 6 I H:11I-1 B Door Door Intact Wood Beige 008 ± 0.20 NEG 01 ± 0.7 0.1 ± 0 2 ) 7 1122/98 

47 24 47 6 I Hall-I B Door Casing Intact Wood Beige 0.08 ± 025 NEG 02±07 0)±03 2.0 1/22/98 

48 24 4:8 6 I Hall· I C Door Jamb Intact Wood Beige 014 ± 0.28 NEG .. 0 I ± 0 5 0) ± 0.3 33 1122/98 

49 24 49 6 I Hall-I C Door Door Intact Wood Beige 012±0.10 NEG 05 ± 0.4 0.1 ± 0 I 19 1122/98 

50 24 50 6 I Hall· I 0 Cabinet Door-Out Intact Wood Beige 009±0 IS NEG 0.2 ± 0.4 0.) ± 0 2 2.2 1122/98 

51 24 51 6 I Hall· I D Cabinet Inside Intact Wood Beige 0.23 ± 017 NEG 02±06 02 ± 0.2 2 I 1122/98 

52 24 52 6 I Hall-I 0 Cabinet Shelf Intact Wood BeIge 005 ± 0 32 NEG .. ) 0±0.7 0.1 ± 0.3 30 1/22/98 

53 24 53 6 I Hall-I 0 Stairs Baseboard·Ins Intact Wood BeIge 0.13±033 NEG 0.0 ± 0.5 0.1 ± 0 3 35 1/22/98 

54 24 54 6 I Hall-I D Stairs Rail-cap Intact Wood Varnish om ± 0 )0 NEG 0.3 ± 0 6 00 ± 0.1 ) 0 1122198 

55 24 5:5 6 I Hall-I D Floor Floor Intact Wood Varnish OOO±O.IO NEG ·04 ± 0 7 00±01 10 1/22/98 

56 24 56 6 I Hall· I B Wall Wall-Rgstr Intact Metal BeIge 008 ± 0.20 NEG 0.0 ± 0.9 0.1 ± 0 2 1.9 1122/98 

57 24 57 6 I Shutt<:r Cal-I Calibrate Calibrate OOO±OOO OO±OO OO±OO 00 1/22/98 

58 l~4 5:~ 6 I Calibrate-l Calibrate Calibrate 1.06 ± 0.14 lPOS 0.6 ± 0.4 1.1 ± 0.1 I.l 1122198 

59 24 59 6 ) Cahbrate-2 Cahbrate Calibrate 090± 0 20 NEG 07 ± 0.4 09 ± 0.2 20 1/22/98 

60 24 I 3 2 ShuW:r Cal-I Calibrate Calibrate OOO±OOO OO±OO 0.0 ± 0.0 00 1/22/98 

61 1~4 2 3 2 Calibrate-l Calibrate Cahbratc 1.11 ±0.14 lPOS ·0.1 ± 0.7 1.1 ± 0.2 1.1 1122198 

62 2:4 3 3 2 Calibrate-2 Calibrate Calibrate 1.10 ± 0.23 IPOS 0.3 ± 0.6 1.1 ± 0.2 2.3 1122198 

63 24 4 3 2 Room· I A Wall·Upr Wall Intact Drywall BeIge 0.00 ± 0.10 NEG .) I ± 1.1 00 ± 0.2 10 1122/98 

64 24 5 3 2 Room-) B Wall-Upr Wall Intact Drvwall Rpiup () 04 4-- () 1n l ... ~r! 

~ 



Site: 24 Date: 1/23/~'8 I" .,..:6/98 
Ranges (NEG<INC<:POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Dati' Note 
66 24 7 3 2 Room-I D Wall-Upr Wall Intact Dryw,a/l Beige 003 ± 0 10 NEG -06 ± I 2 00,,0.2 44 1/22/98 
67 24 8 3 2 Room-I D Wall-Lwr Wall Intact Wood Beige 001 ±O 10 NEG -0 I ± I I 00,,02 20 1/22/98 
68 24 9 3 2 Room-I C Wall-Lwr Wall Intact Wood Beige 010±019 NEG -0.4 ± 0 6 OH02 72 1/22/98 
69 24 10 3 2 Room-I IB Wall-Lwr Wall Intact Wood Beige 001 ±O.IO NEG -OJ ± I 2 00,,0.2 17 1122/98 
70 24 II 3 2 Room-I A Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.2 ± 1.2 0.0,,02 10 1/22/98 
71 24 12 3 2 Room-I A Wall Baseboard Intact Wood Beige 008 ± 0.26 NEG 0.4 ± 0.7 01,10 0.2 4.5 1/22/98 
72 24 13 3 2 Room-I A Wall Chair-rail Intact Wood Beige 0.01 ± 0.29 NEG -0.9 ± 1.3 0.0,,02 1.0 1122/98 
73 24 14 3 2 Room-I C Door-I Door Intact Wood Beige 0.23 ± 0 45 NEG -0.1 ± 09 0.2,,04 6.3 1122/98 
74 24 15 3 2 Room-I C 000r-2 Casing I:~tact Wood Beige 0.28±034 NEG 0.3 ± 07 03,,0.4 46 1/22/98 
75 24 16 3 2 Room-I A Window-I Stool Intact Wood Beige 0.09 ± 046 NEG -0.7 ± 1.3 0.1,,04 3.4 1122198 
76 24 17 3 2 Room-l A Window-I Sash Illtact Wood Beige 0_34 ± 0.20 POS 1.4 ± 0.5 1.4~' 0_4 5.3 l122~18 

77 24 IS 3 2 Room-I C Bookcase-I Frame Intact Wood Beige 0.00 ± 0.10 NEG 0.0 ± 0.8 00,1002 10 1/22/98 
78 24 19 3 2 Room-I C Bookcase-I Shelf Intact Wood Beige 001±01O NEG -0.5 ± 0 7 0.0,,0.2 29 1122/98 
79 24 20 3 2 Room-I A Closet Door Intact Wood Beige 016±046 NEG -0.6± 1.0 0.2,,04 3.3 1/22/98 
80 24 21 3 2 Room-I A Closet-Door Casing Intact Wood Beige 0.02 ± 0.1 I NEG -15± 1.3 0.0,,02 1.0 1122/98 
81 24 22 3 2 Room-I B Closet Baseboard Intact Wood Beige o 14±0.49 NEG -0.5 ± 1.0 0.1,,0.4 4.2 1122/98 
82 24 23 3 2 Room-I IB Closet Floor Intact Wood Varmsh OOO±O.IO NEG 01 ± 0.8 0.0,,0.2 1.0 1122/98 
83 24 24 3 2 Room-I e Closet Shelf Intact Wood Beige 0.17 ± 0 39 NEG -02 ± 1.0 0.2,,0.4 29 1122/98 
84 24 25 3 2 Room-I C Closet Hanger-rod Intact Metal Beige 0.12 ± 0.22 NEG -0.4 ± 1.3 01,,0.2 2.8 1/22/98 
85 24 26 3 2 Room-I A Closet Wall Intact Dryw,all Beige 0.11 ± 0.47 NEG 02 ± 0.9 01,,04 3.3 1122/98 
86 24 27 3 2 Room-I IB Closet Wall Intact Oryw,all Beige 0.07 ± 0.50 NEG -0.9 ± I 2 0.1,,0.4 2.5 1/22/98 
87 24 28 3 2 Room-I C Closet Wall Intact Oryw:all Beige 0.04 ± 0.13 NEG 0.4 ± 0.8 0.0,,0.2 1.5 1122/98 
88 24 29 3 2 Room-I D Closet Wall Intact Dryw,all Beige 0.02 ± 0.12 NEG -0.5 ± 1.0 O.O~, 0.2 1.0 1122/98 
89 24 30 3 2 Room-I C Wall Wall-Rgstr Intact Met2tl Beige om ± 0.13 INCOM 07± 1.2 O.O~, 0 2 1.0 1122/98 
90 24 31 3 2 Room-I C Wall Wall-Rgstr Intact Met2tl Beige 0.04 ± 0.10 NEG -0.3 ± 0.8 0.0,,02 6.7 1/22/98 
91 24 32 3 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 0.21 ± 0.18 NEG -0.6 ± 0.6 -0.6,,0.6 10.0 1/22/98 
92 24 33 3 2 Room-2 B Wall-Upr Wall Intact Dryw.all Beige 015 ± 0 38 NEG 0.2 ± 0 9 0.1,,0.4 5.3 1122/98 
93 24 34 3 2 Room-2 e Wall-Upr Wall Intact Oryw,all Beige 001 ±0.16 NEG 0.4 ± 0.7 0.0,,0.2 II 1/22/98 
94 24 35 3 2 Room-2 D Wall-Upr Wall Intact Orvw:all Beige 001 ±0.17 NEG 00 ± 1.0 0.0,,0.2 1.0 1122/98 
95 24 36 3 2 Room-2 D Wall-Lwr Wall Intact Wood Beige 001 ±O.lO NEG -0.5 ± 1.4 0.0,,0.2 10 1122/98 
96 24 37 3 2 Room-2 C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -05± 1.2 o o~, 0.2 1.0 1/22/98 
97 24 38 3 2 Room-2 B Wall-Lwr Wall Intact Wood Beige 0.24 ± 0 20 NEG -1.0 ± 0.6 -1.0,,06 \0.0 1122/98 
98 24 39 3 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 0.16 ± 0.15 NEG -0.7±06 -0.7,,0.6 \0.0 1122/98 
99 24 40 3 2 Room-2 A Wall Wall Intact Wood Beige 0.Q2 ± 0.24 NEG -02 ± 0.9 0.0,,0.2 1.7 1/22/98 
100 24 41 3 2 Room-2 A Wall Chair-rail Intact Wood Beige 0.01±026 NEG -07± 1.3 0.0,,02 10 1/22/98 
101 24 42 3 2 Room-2 A Floor Floor Intact Wood Varnish 0.00 ± 0 II NEG 0.1 ± 1.0 00,02 10 1122/98 
102 24 43 3 2 Room-2 C Door-I Door Intact Wood Beige 007 ± 0.36 NEG 0.3 ± 0 9 01,,0.4 25 1/22/98 
103 24 44 3 2 Room-2 ]) Door-3 Door Intact Wood Beige 004 ± 0.37 NEG O.O± I I 00,,0.4 17 1/22/98 
104 24 4S 3 2 Room-2 C Door-2 Casmg Inlacl Wood Beige 004 ± 0.26 NEG -02± 12 00,0.2 15 1/22/S'8 
105 24 46 3 2 Room-2 A Window-\ Stool Intact Wood Beige 0.D2 ± 0.20 NEG 04 ± 0.8 00,,0.2 2 I 1/22/98 
106 24 47 3 2 Room-2 A Window-I Sash Intact Wood Beige 0.41 ± 0.27 POS 1.5 ± 0.5 1.5~, 0.4 6.9 1122/918 
107 24 48 3 2 Room-2 A Closet-2 Door Intact Wood Beige 008 ± 0.23 NEG 0.2 ± 0 8 0.1,,0.2 20 1122/98 
108 24 49 3 2 Room-2 A Closet 2-000r Casing Intact Wood Beige 0.19±054 NEG -0.1 ± 1.1 0.2,/0 0 6 SO 1/22/98 
109 24 SO 3 2 Room-2 C Closet-I Baseboard Intact Wood Beige 0.28 ± 0.45 NEG 0.8 ± 0 6 0.3,,0.4 6.7 1/22/9>8 
110 24 51 3 2 Room-2 C Closet-I Shelf Intact Wood Beige 0.16 ± 0.47 NEG 02±08 02,,04 47 1122/98 
III 24 52 3 2 Room-2 C Closet-2 Hanger-rod Inlact Metal Beige 005 ± 0 20 NEG -1.6±16 0.0,,02 15 1122/9>8 
112 24 53 3 2 Room-2 A Closet-2 Wall Intact Drywall Beige 0.12 ± 0.29 NEG 0.5 ± 0 8 0.1,,0.2 3.7 1/22/98 
113 24 54 3 2 Room-2 B Closet-2 Wall Intact Drywall Beige 018 ± 0.53 NEG -OJ ± I I 0.2,,06 49 1/22/98 
114 24 55 3 2 Room-2 C Closet-I Wall Intact Drywall lBeige 014±036 NEG -0.4 ± I I 0.1,,0.4 3.1 1/22/98 
115 24 56 3 2 Room-2 D Closet-I Wall Intact Drywall Beige 0.12 ± 0.28 NEG -0.3 ± I I 0.1,,0.2 22 1/22/9>8 
116 24 57 3 2 Room-3 A Wall-Upr Wall Intact Drywall Beige O.OO±O 10 NEG -0.9 ± I 3 00,,02 10 1122/9>8 
117 24 58 3 2 Room-3 B Wall-Upr Wall Intact Drywall lBeige OOO±O.IO NEG -1.I±12 00,0.2 10 1122/9>8 
118 24 59 3 2 Room-3 C Wall-Upr Wall Intact Drywall Beige OOO±O.IO NEG OJ ± 0.8 0.0,,0.2 1.0 1/22/9>8 
119 24 60 3 2 Room-3 D Wall-Upr Wall Intact Drywall Beige 003±0.10 NEG -0.2 ± I.l 00 f, 0.2 39 1/22/98 
120 24 61 3 2 Room-3 D Wall-Lwr Wall Intact Wood Beige 0.02 ± 0.24 NEG -0.3 ± I 0 0.0,,0.2 17 1/22/9>8 
121 24 62 3 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 003±0.10 NEG 02±09 00,,02 49 1122/9>8 
122 24 63 3 2 Room-3 B Wall-LwT Wall Intact Wood Beige 000 ± 0.10 NEG 02±09 00,,02 10 1/22/9>8 
123 24 64 3 2 Room-3 A Wall-Lwr Wall Intact Woo·d Beige 000 ± 0.10 NEG -0.9 ± I 2 00 f 0.2 1.0 1/22/98 
124 24 65 3 2 Room-3 A Wall Baseboard Intact Wood IBeige 000 ± 0.10 NEG -0 I ± I 2 0.0 f. 0.2 10 1122/98 
125 24 66 3 2 Room-3 A Wall Chair-rail Intact Wood IBeige 0.00 ± 0 10 NEG -0.3 ± \ I 00 f 0.2 1.0 1/22/98 
126 24 67 3 2 Room-3 A Floor Floor Intacl Wood Varnish O.OO± 010 NEG o I± I 0 00 f 0.2 10 1122/98 
127 24 68 3 2 Room-3 A Wall Wall-Rgstr Intact Melli I IBeige o IO±O.IO INCOM 0.4 ± 0 7 04 ± 0.8 10.0 1/22/98 
128 24 69 3 2 Room-3 A Wall Wall-Rgstr Intact Meta.l IBeige 0.17±O.lO INCOM -2 0 ± 1.9 -2 \ f 1.8 100 1122/98 
129 24 70 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 0.00 ± 0.10 NEG 0.2 ± 0 9 00 f 0.2 1.0 1122/98 
130 24 71 3 2 Room-3 [) Door-I Door Intact Wood !Beige 016 ± 0.54 NEG OO±OS 0.2 f, 0 6 43 1122/98 
131 24 72 3 2 Room-3 D Door-2 Door Intact Wood Beige 0.07 ± 0.53 NEG -0.6 ± I 4 0.1,0.6 2.4 1/22/98 
132 24 73 3 2 Room-3 D 000r-2 Casing Inlact Wood Beige 022 ± 0.45 NEG 0.3 ± 0 9 02,0.4 62 1/22/98 
133 24 74 3 2 Room-3 B Window-2 Stool Illtact Wood IBeige 001±01O NEG 04±08 0.0 f 0.2 1.0 1/22/98 
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134 24 75 3 2 Room-3 B Window-2 Sasb Iotact Wood Eieige 0.32: 0.25 POS 1.4: 0.5 1.4: 0.4 6.4 1122/98 
135 24 76 3 2 Room-3 C Closet-I Door Intact Wood Eieige 0.14: 0.53 NEG -0.7±1.2 0.1 ±06 29 1122198 
136 24 77 3 2 Room-3 C Closet I-Door Casing Intact Wood Beige 0.27 ± 0.45 NEG -0.3 ± 0 7 03 ± 0.4 5.7 1122198 
137 24 78 3 2 Room-3 A Closet-2 Baseboard Intact Wood Beige 019 ± 0.49 NEG -0 I ± 0.8 0.2 ± 0.4 5.1 1122198 

138 24 79 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige 0.04 ± 0.\0 NEG 0.4 ± 0.8 00 ± 0.2 4.6 1/22/98 
139 24 80 3 2 Room-3 A Closet-2 Hanger-rod Intact Metal Beige 0.14 ± 0.33 NEG -08 ± 1.2 0.1 ±04 58 1/22/98 
140 24 81 3 2 Room-3 A Closet-1 Wall Intact Drywall Beige 0.07 ± 0.22 NEG -0.1 ±0.9 01 ± 0.2 5.3 1/22198 
141 24 82 3 2 Room-3 B Closet-I Wall Intact Drywall Beige O.OO± 0.12 NEG -0.1 ± 1.0 0.0 ± 0 2 1.0 1122/98 
142 24 83 3 2 Room-3 C Closet-2 Wall Intact Drywall Beige 0.04 ± 0.\0 NEG -1.0 ± 1.3 0.0 ± 0.2 4.9 1122/98 
143 24 84 3 2 Room-3 D Closet-2 Wall Intact Drywall Beige 0.01 ± 0.27 NEG -0.2 ± 1.2 0.0 ± 0.2 12 1/22/98 
144 24 85 3 2 Bath-2 A Wall Wall Intact Wallppr Beige 0.00 ± 0.10 NEG 0.1 ± 0 9 O.O± 0.2 1.0 1122/98 
145 24 86 3 2 Bath-2 B Wall Wall Intact Wallppr Beige 0.03±0.10 NEG -0.7 ± I.J 0.0 ± 0.2 10 1122/98 
146 24 87 3 2 Bath-2 C Wall Wall Intact Wallppr Beige 0.20± 0 47 NEG -0.4 ± 1.0 02 ± 0.4 5.7 1122198 

147 24 88 3 2 Bath-2 D Wall Wall Intact Wallppr Beige 0.03±0.10 NEG -0.3 ± 1.2 O.O± 0.2 10 1122/98 
148 24 89 3 2 Bath-2 B Door Door Intact Wood Beige 0.15±037 NEG 0.3: 0 8 02 ± 0.4 3.9 1122/98 
149 24 90 3 2 Bath-2 B Door Casing Intact Wood Beige 0.06 ± 0.32 NEG -0.2±0.9 0.1 ± 0.4 2.5 1122/98 
150 24 91 3 2 Bath-2 C Window Stool Intact Wood Beige 0.01 ± 0.\0 NEG 0.3 ± 0.8 O.O± 02 I.J 1/22198 

151 24 92 3 2 Bath-2 C Window Sash Intact Wood Beige 023 ± 0.25 NEG 1.0 ± 0.6 0.2± 0.2 4.8 1122/98 
152 24 93 3 2 Bath-2 D Cabinet Door-Out Peeling Wood Beige 0.00 ± 010 NEG -0.8 ± 1.3 O.O± 02 10 1122/98 
153 24 94 3 2 Bath-2 D Cabinet Inside Intact Wood Beige OOO±O.IO NEG -0.9± 10 0.0 ± 0.2 1.0 1122198 

154 24 95 3 2 Bath-3 A Wall Wall Intact Wallppr Beige 0.23 ± 034 NEG O.O± I 0 02 ± 0.4 7.9 1122198 
155 24 96 3 2 Bath-3 B Wall Wall Intact Wallppr Beige OOO±O.IO NEG 0.1 ±0.9 o.o± 0.2 1.0 1122198 
156 24 97 3 2 Bath-3 C Wall Wall Intact Wallppr Beige 0.01±026 NEG -0.8 ± 1.2 0.0 ± 0 2 1.4 1122/98 
157 24 98 3 2 Bath-3 D Wall Wall Intact Wallppr Beige 0.01 ± 0.10 NEG -0.4 ± 0.9 0.0 ± 0.2 1.0 1122198 

158 24 99 3 2 Bath-3 A Door Door Intact Wood Beige 011 ± 0.52 NEG -0.5 ± I) 9 0.1 ± 0 6 35 1122/98 
159 24 100 3 2 Bath-3 A Door Casing Intact Wood Beige o 17±038 NEG OO± 1.0 0.2 ± 0 4 35 1122/98 
160 24 101 3 2 Bath-3 D Window Stool Intact Wood Beige 0.58 ± 0.35 NEG 06±05 06 ± 0.4 7.5 1122/98 
161 24 102 3 2 Batb-3 D Window Sasb Intact Wood Eieige 0.33: 0.14 POS 1.8: 0.5 1.8: 0.6 3.6 1122/98 
162 24 103 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -1.9: 1.2 O.O± 0.2 1.0 1122/98 
163 24 104 3 2 Bath-3 B Cabinet Inside Intact Wood Beige 0.00:0.10 NEG 0.0: 0.9 0.0 ± 0.2 10 1122/98 

164 24 lOS 3 2 Shutter Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0.0 o O± 0.0 0.0 1122/98 

165 24 106 3 2 Calibrate-I Calibrate Calibralle 1.06: 0.13 POS 0.2: 0.7 1.1 ± 0.2 1.0 1122198 

166 24 107 3 2 Calibrate-:t Calibrate Calibralle 1.20: 0.26 POS 0.7: 0.7 1.2 ± 0.2 2.4 1122/98 

167 24 108 3 2 Calibrate-:I Calibrate Calibralle 1.64: 0.45 POS -0.1: 0.8 1.6: 0.4 3.0 1122/98 

168 24 109 3 2 Calibrate-ol Calibrate Calibralle 1.18 ± 0.26 POS 0.3:0.7 1.2 ± 0.2 2.5 1122/98 

169 24 110 3 2 Calibrate-5 Calibrate Calibralle 1.22: 0.26 POS -0.1: 0.7 1.2: 0.2 2.4 1122/98 

170 24 111 3 2 Calibrate-I, Calibrate Calibralle 0.96 ± 0.21 POS 0.8:0.6 1.0: 0.2 2.1 1122/98 
171 24 60 6 I Shutter Cal-1 Calibrate Calibrate 0.00: 0.00 0.0 ± 0.0 0.0 ± 0.0 00 1122/98 
172 24 61 6 1 Calibrate-l Calibrate Calibrate 0.98 ± 0.12 NEG 02 ± 0.5 1.0 ± 0.1 1.0 1/26/98 
173 24 62 6 1 Calibrate-2 Calibrate Calibrate 0.97: 0.21 NEG 0.3 ± 0.5 1.0:02 2.1 1126/98 
174 24 63 6 1 Room-2 A Wall-Upr Wall Intact Drywall Beige 001 ±O.IO NEG -0.1 : 0.7 O.O± 0.1 10 1126198 

175 24 64 6 1 Room-2 B Wall-Upr Wall Intact Drywall Beige O.OH 0.11 NEG -0.1 :0.7 00 ± 0.1 1.0 1/26/98 
176 24 65 6 I Room-2 C Wall-Upr Wall Intact Drywall Beige 0.08 ± 0.10 NEG -0.8 ± 0.8 -0.8 ± 0.8 10.0 1126/98 
177 24 66 6 1 Room-2 D Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.23 NEG -01 ±0.7 O.O± 0.2 1.0 1126/98 
178 24 67 6 I Room-2 D Wall-Lwr Wall Intact Wood Beige 001 ±0.10 NEG -0.3 ± 0.6 00 ± 0.1 1.0 1126/98 
179 24 68 6 I Room-2 C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0 \0 NEG -0.3 ± 0 7 O.O±O.I 1.0 1126/98 
180 24 69 6 1 Room-2 B Wall-Lwr Wall Intact Wood Beige OOO±O.lO NEG 0.0 ± 0.7 O.O±O 1 1.0 1126/98 

181 24 70 6 I Room-2 A Wall-Lwr Wall Intact Wood Beige 0.02: 0.10 NEG -02 ± 0.7 O.O± 0.1 3.8 1126/98 
182 24 71 6 1 Room-2 B Wall-Lwr Wall-Rgstr Intact Metal Beige 0.18 ± 0.26 NEG -0.1 ± 0.6 02±03 36 1126/98 

183 24 72 6 I Room-2 A Wall Chair-rail Intact Wood Beige 0.04 ± 0 37 NEG -0.2 ± 0.7 0.0 ± 0.4 2.1 1126/98 
184 24 73 6 I Room-2 A Wall Baseboard Intact Wood Beige 004 ± 0.33 NEG 00±06 00 ± 0.3 23 1126/98 

185 24 74 6 1 Room-2 A Door Door Intact Wood Beige 0.05 ± 0.22 NEG -0.1 ± 0.7 0.1 ± 0 2 1.6 1126/98 
186 24 75 6 1 Room-2 A Door Casing Intact Wood Beige 0.13 ± 0.34 NEG -0.1 ± 0.4 01±03 40 1126/98 

187 24 76 6 I Room-2 B Door Door Intact Wood Beige 0.\0 ± 0.21 NEG 0.3 ± 0 7 0.1 ± 0.2 21 1126/98 

188 24 77 6 1 Room-2 D Door Door Intact Wood Beige 003 ± 0.13 NEG 0.1 :07 0.0 ± 0.1 11 1126/98 
189 24 78 6 I Room-2 C Window Casing Intact Wood Beige 0.14 ± 0.35 NEG -0.4 ± 0.5 0.1 ± 0.4 42 1126198 
190 24 79 6 I Room-2 C Window Sash Intact Wood B:eige 0.18: 0.22 POS 1.8: 0.5 1.8 ± 0.5 3.8 1126/98 
191 24 80 6 1 Room-2 A Cabi~let-Upr Door-Out Intact Wood Beige 008± 0.42 NEG -0.2 ± 0.7 0.1 ± 0.4 3.5 1126198 

192 24 81 6 1 Room-2 A Cabinet-Upr Inside Intact Wood Beige O.l3± 0.34 NEG 00:05 01 ± 0.3 3.1 1126/98 
193 24 82 6 1 Room-2 A Cabinet-Upr Shelf Intact Wood Beige 016 ± 0 27 NEG 0.1 ± 0 5 02 ± 0.3 33 1126198 

194 24 83 6 1 Room-2 A Cabmet-Lwr Door-Out Intact Wood Beige 0.16 ± 0.29 NEG 0.0 ± 0.7 02±03 2.8 1126198 

195 24 84 6 I Room-2 A Cabinet-Lwr Inside Intact Wood Beige 009 ± 0.25 NEG -0.1 ±0.7 01±03 20 1/26198 
196 24 85 6 1 Room-2 A Cabinet-Lwr Shelf Intact Wood Beige 0.\3 ± 0.34 NEG -0.4 ± 0.8 01 ± 0.3 25 1126198 
197 24 86 6 1 Room-2 A Floor Floor Intact Wood Varnish 0.20± 0.10 NEG -03 ± 0 7 02 ±O.I 80 1/26/98 
198 24 87 6 1 Room-2 C Window Boxing Intact Wood Beige 0.03 ± 0.10 NEG -0 I ± 0.7 00 ± 0.1 30 1126198 
199 24 88 6 1 Kitchen A Wall wall paper Intact !?rywa~~ ~eige 001 ±O.IO NEG 00±07 00 ± 0.1 10 1/26198 
200 24 89 6 1 Kitchen R UJr!:ll1 
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202 24 91 6 I Kitchen D Wall wall paper Intact Drywall Beige 002 ± 018 NEG 03±07 00±02 12 1/26/98 
203 24 92 6 I Kitchen C Window Casing Intact Wood IBeige 0.10 ± 0 23 NEG 0.2 ± 0.4 01±02 3 I 1/26/98 
204 24 93 6 I Kitchen C Window Sash Intact Wood :Beige 0.19 ± 0.15 POS 1.8 ± 0.5 1.8 ± 0.5 2.8 In6/98 
205 24 94 6 I Kitchen B Door Door Intact Wood Beige 0.17 ± 0 25 NEG -0 I ± 0.5 02 ± OJ 28 1126/98 
206 24 95 6 I Kitchen B Door Casing Intact Wood BeIge 003 ± 0.25 NEG 0.3 ± 0.6 00±03 II 1/26/98 
207 24 96 6 I Kitchen A Cabinet Door-Out Intact Wood Beige 027±0 10 NEG -0 I ± 0.7 -0 I ±07 100 1126/98 
208 24 97 6 I Kitchen A Cabinet Inside Intact Wood Beige 002±022 NEG -0.2 ± 0.7 0.0 ± 0.2 1.1 1126/98 
209 24 98 6 I Kitchen A Cabinet Shelf Intact Wood Beige 000 ± 0.10 NEG 0.0 ± 0.6 O.O± 0.1 1.0 1126/98 
210 24 99 6 I Kitchen A Cabinet Vent-duct Intact Metal Beige 0.08 ± 0.10 NEG -0 8± 0.9 -0.8 ± 0.9 82 1126/98 
211 24 100 6 I Kitchen C Cabinet-Lwir Door-Out Intact Wood Brown 0.00 ± 010 NEG 01 ± 0.7 O.O± 01 1.0 1126/98 
212 24 101 6 I Kitchen C Cabinet-UpI' Door-Ins Intact Wood Brown O.OO±O.IO NEG -0.1 ± 0.6 OO± 0.1 1.0 1126/98 
213 24 102 6 I Kitchen C Wall-Lwr paneling Intact Wood Brown 0.00 ± 010 NEG 00±04 O.O±O I 10 1126/98 
214 24 103 6 I Kitchen B Wall-Lwr Baseboard Intact Wood Beige 001 ±O.IO NEG -0.1 ±0.7 O.O± 0.1 1.0 1/26/98 
215 24 104 6 I Hall-3 A Wall wall paper Intact Drywall Beige 008 ± 0.46 NEG 0.1 ± 0.7 01 ± 0.5 3.0 1/26/98 
216 24 lOS 6 I Hall-3 B Wall wall paper Intact Drywall Beige 0.04 ± OJ6 NEG -0.1 ± 0.7 0.0 ± 0 4 2 I 1/26/98 
217 24 106 6 I Hall-3 D Wall wall paper Intact Drywall Beige 0.01 ± 0.10 NEG 0.1 ± 0.6 O.O±O.I 10 1/26/98 
218 24 107 6 I Hall-3 D Wall Baseboard Intact Wood Beige 001±0.10 NEG 0.1 ± 0.5 O.O±O.I 1.0 1126/98 
219 24 108 6 I Hall-3 D Door Door Intact Wood Beige 0.05 ± 016 NEG 0.0 ± 0.7 0.1 ±0.2 1.4 1126/98 
220 24 109 6 I Hall-3 D Door Casing Intact Wood Beige 0.04 ± 0.16 NEG 0.0 ± 0.7 0.0 ± 0 2 1.3 1/26/98 
221 24 110 6 I Hall-3 A Door Door Intact Wood BeIge 003 ± 0.10 NEG 0.0 ± 0.7 OO± 0.1 1.0 1126/98 
222 24 III 6 I Hall-3 13 Door Door Intact Wood Beige 0.09 ± 0.25 NEG -03±06 0.1 ± 0 3 2.3 1126/98 
223 24 112 6 I Mech-rm J) IDoor Door Intact Wood Beige 0.08±0 16 NEG -0.6 ± 0.7 0.1 ± 0 2 1.4 1126/98 
224 24 113 6 I Mech-rm D Door Jamb Intact Wood Beige 006 ± 0.23 NEG -0.5 ± 0 7 01 ± 0.2 1.6 1/26/98 
225 24 114 6 I Mech-rm C Wall Elec-Panel Intact Metal Grey 0.00 ± 0.10 NEG -02 ± I 0 OO±O.I 1.0 1/26/98 
226 24 115 6 I Hall-2 B Wall Wall Intact Drywall Beige 003 ± 010 NEG -0.4 ± 0.6 OO± 0.1 3.3 1/26/98 
227 24 116 6 I Hall-2 C Wall Wall Intact Drywall BeIge 013 ± 0.10 NEG -0.4 ± 0.6 -04 ± 0 6 10.0 1126/98 
228 24 117 6 I Hall-2 D Wall Wall Intact Drywall Beige 001 ± 0.22 NEG -0.2 ± 0 7 00 ± 0.2 1.0 1126/98 
229 24 118 6 I Hall-2 C Wall Elec-Panel Intact Metal Beige 0.08 ± 0.10 NEG -0.3 ± 1.0 -0.3 ± 1.0 10.0 1/26/98 
230 24 119 6 I Hall-2 C Door Door Intact Wood Beige 0.06 ± 0 36 NEG 0.2 ± 0.4 01±0.4 2.9 1126/98 
231 24 120 6 I Hall-2 C Door Casing Intact Wood Beige 0.03 ± 0.14 NEG 0.3 ± 0 6 OO±O.I 1.2 1126/98 
232 24 121 6 I Hall-2 D Door Door Intact Wood Beige DOl ±O.IO NEG -0.2 ± 0.6 O.O±O.I 1.0 1/26/98 
233 24 122 6 I Hall-2 A IDoor Door Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 0 7 OO± 0.1 1.0 1/26/98 
234 24 123 6 I Hall-2 C Closet Door Intact Wood Beige 0.01 ± 0.22 NEG -0.6 ± 0.7 00±02 1.0 1/26/98 
235 24 124 6 I Hall-2 C Closet Casing Intact Wood Beige 001 ±O 10 NEG 0.2 ± 0.6 O.O±O I 1.0 1/26/98 
236 24 125 6 I Hall-2 A Closet Wall Intact Drywall Beige 003 ± 0.26 NEG -0.1 ± 0.7 0.0 ± 0.3 27 1126/98 
237 24 126 6 I Hall-2 13 Closet Wall Intact Drywall Beige 0.01±0.16 NEG OJ ± 0 4 0.0 ± 0 2 1.3 1/26/98 
238 24 127 6 I Hall-2 D Closet Wall Intact Drywall Beige 003 ± 0.26 NEG -0.6 ± 0.6 0.0 ± 0 3 2.7 1126/98 
239 24 128 6 I Hall-2 D Closet Shelf Intact Drywall Beige OOO±O.IO NEG -0.2 ± 0 6 OO±O.I 1.0 1126/98 
240 24 129 6 I Hall-2 A Closet Elec-Panel P(,eling Metal Beige 0.00 ± 0.12 NEG -1.0 ± 1.0 O.O±O.I 1.0 1126/98 
241 24 130 6 I Bath-I A Wall wall paper Intact Drywall Beige 0.02±0 10 NEG 0.0 ± 0.6 0.0 ± 0.1 10 1126/98 
242 24 131 6 I Bath-I 13 Wall wall paper Intact Drywall Beige OOO±O.IO NEG -06±0.7 O.O±O I 1.0 1/26/98 
243 24 132 6 I Bath-I C Wall wall paper Intact Drywall BeIge 0.13 ± 032 NEG -0.1 ± 0.6 0.1 ± 0 3 34 1126/98 
244 24 133 6 I Bath-I D Wall wall paper Intact Drywall Beige 001 ±O.l6 NEG 0.0 ± 0.7 O.O± 0.2 1.0 1126/98 
245 24 134 6 I Bath-I A IDoor Door Intact Wood Beige 0.01 ± 0.31 NEG -0.2 ± 0.7 0.0 ± 0.3 1.1 1126/98 
246 24 135 6 I Bath-I A Door Casmg Intact Wood Beige 0.03 ± 0.34 NEG 0.1 ± 0.6 O.O± 0 3 1.9 1126/98 
247 24 136 6 I Bath-I C Window Casing Intact Wood Beige 0.13±023 NEG 0.3 ± 0 4 0.1 ±0.2 3.6 1126/98 
248 24 137 6 I Bath-I C Window Sash Illtact Wood Beige 0.35 ± 0.84 POS 2.9 ± 0.8 2.9 ± 0.8 5.4 In6/98 
249 24 138 6 I Bath-I 13 Cabinet-Lwr Door-Out Intact Wood Beige 000±01O NEG -0.6 ± 0.7 O.O±O.I 1.0 1126/98 
250 24 139 6 I Bath-I 13 Cabinet-I.wr InSIde Intact Wood Beige 0.00 ± 010 NEG 00±07 O.O±O.I 1.0 1126/98 
251 24 140 6 I Bath-I A Wall-Upr Wall-Rgstr Intact Metal White 0.12 ± 0.34 INCOM -1.9 ± 14 01±03 20 1/26/98 
252 24 141 6 I Bath-I A W,all-Upr Wall-Rgstr Intact Metal White o 12±0.18 NEG 0.3 ± I 0 0.1 ± 0 2 1.9 1126/98 
253 24 142 6 I Room-3 13 Wall-Upr Wall-Rgstr Intact Metal White 0.01 ± 0.10 NEG -0.1 ± 0.8 O.O± 0.1 2.9 1126/98 
254 24 143 6 I Room-3 13 W,all-Upr Wall Intact Drywall Beige 0.01 ±022 NEG -0.1 ± 0.7 00±02 10 1/26/98 
255 24 144 6 I Room-3 C W,all-Upr Wall Intact Drywall Beige 004 ± 0.28 NEG -03±06 0.0 ± 0.3 2.8 1/26/98 
256 24 145 6 I Room-3 D Wall-Upr Wall Pt,eling Drywall Beige 0.04 ± 0.24 NEG 0.2 ± 0.6 O.O± 0 2 3.4 1/26/98 
257 24 146 6 I Room-3 A Wall Wall Intact Drywall Beige 005±O.10 NEG -0.4 ± 0.6 0.1 ±O.I 4.7 1126/98 
258 24 147 6 I Room-3 D W,dl-Lwr Wall Intact Wood Beige 007 ± 0 32 NEG -05 ± 0.7 0.1 ± 0 3 4 I 1126/98 
259 24 148 6 I Room-3 C Wall-Lwr Wall Intact Wood Beige 007 ± 0 29 NEG -0.2 ± 0.6 0.1 ± 0.3 45 1126/98 
260 24 149 6 I Room-3 13 W,all-Lwr Wall Intact Wood Beige 0.01 ± 0.10 NEG -0.7 ± 0.8 O.O±O I 1.0 1/26/98 
261 24 ISO 6 1 Room-3 13 Wall-Lwr Chair-rail Intact Wood Beige o 18 ± 0.29 NEG OI±06 02±03 7.8 1/26/98 
262 24 lSI 6 I Room-3 13 W;all-Lwr Baseboard Intact Wood Beige 0.00 ± 0.10 NEG -0.7±07 O.O±O.I 1.0 1/26/98 
263 24 152 6 I Room-3 D Door Bulkhd-Dr Intact Wood Beige 0.01 ± 0.10 NEG o O± 0.6 00 ± 0.1 1.0 1126/98 
264 24 153 6 I Room-3 D bulkhd-dr Casing Intact Wood Beige 003 ± 0.25 NEG 02 ± 0.5 0.0 ± OJ 25 1/26/98 
265 24 154 6 I Room-3 C Window Casing Intact Wood Beige 011 ± 0 23 NEG 0.3 ± 0.4 0.1 ±02 36 1126/98 
266 24 ISS 6 I Room-3 C Window Sash ("tact Wood Beige 0.3\ ±O.33 POS 2.3 ±O.6 2.3 ± 0.6 4.0 In6/98 
267 24 156 6 I Room-3 B Door Door Intact Wood Beige 000±010 NEG -04±0.7 O.O±O.I 1.0 1126/98 
268 24 157 6 I Room-3 13 Door Casing Intact Wood BeIge 0.00 ± 010 NEG -0.3 ± 0.6 0.0 ± 0 I 10 1126/98 
269 24 158 6 I Room-3 A Door Door Intact Wood Beige 006±041 NEG -03 ± 0 6 0.1 ± 0 4 29 1/26/98 
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No Site XLNo IIISP FIr Room Side Strc Feat Cnd Sub Ctr PbL(mg/cm') RES PbK Combined DI Date Note 

270 24 159 6 I Room-3 C Closet Door Intact Wood Beige 0.06 ± 0.43 NEG -02±07 0.1 ± 0.4 2.7 1126/98 
271 24 160 6 I Room-3 C Closet Casing Intact Wood Beige 0.02 ± 0.16 NEG -0.6 ± 0 7 0.0 ± 0.2 1.0 1126/98 
272 24 161 6 I Room-3 A Closet Shelf Intact Wood Beige OOO±O.IO NEG 0.2 ± 0.6 OO± 0.1 1.0 1126/98 

273 24 162 6 1 Room-3 A Wall Baseboardl Intact Wood Beige 0.19 ± 010 NEG -0.2 ± 0 6 -0.2 ± 0.6 10.0 1126/98 
274 24 163 6 I Room-3 A Wall Wall Intact Drywall Beige 0.01 ± 0.10 NEG 0.2 ± 0.5 0.0 ± 0.1 1.0 1126/98 
275 24 164 6 I Room-3 B Wall Wall Intact Drywall Beige 0.03±0 10 NEG -0.8 ± 0.8 O.O± 0.1 3J 1126/98 
276 24 165 6 1 Room-3 C Wall Wall Intact Drywall Beige 0.07 ± 0.26 NEG 0.1 ± 0.6 0.1 ± OJ 47 1126/98 

277 24 166 6 1 Room-3 D Wall Wall Intact Drywall Beige 003 ± 0.31 NEG -06±07 0.0 ± 0 3 2.2 1126/98 
:!78 24 167 6 I Porch-2 A Por.:h Columns Intact Wood White »5.0 ± 1.00 POS 7.5± 2.0 7.5 ± 2.0 6.2 1126/98 

:!79 24 168 6 I Porch-2 A Po",h Lattice Intact Wood White 0.79 ± 2.31 POS 10.3 ± 2.·4 10.3 ± 2.4 5.1 1126/98 

:!80 24 169 6 I Porch-2 B Wall Wall Intact Masonite White >,>5.0 ± 1.00 POS 6.9 ± 2.1 6.9±2.1 6.8 1126/98 

281 24 170 6 I Porch-2 C Wall Wall Intact Masonite Willte 0.00 ± 010 NEG -0.1 ± 07 O.O± 0.1 1.0 1126/98 

:!82 24 171 6 I Porch-2 0 Wall Wall Intact Masonite White 3.74 ± 2.35 POS 7.2 ± 2.1 7.2 ± 2.1 6.2 1126/98 

283 24 172 6 I Porch-2 D Pon:b Floor Intact Wood G,ey 0.45 ± 0 I3 NEG 0.1 ±04 0.5±0.1 1.8 1126/98 

284 24 173 6 I Porch-2 A Door Casing Intact Wood White »5.0± 1.00 POS 19.7±3.1 19.7 ± 3.1 5.4 1126/98 
,!85 24 174 6 1 Porch-2 B Oo(,r Casing Intact Wood Wbite >,>5.0 ± 1.00 POS 23.7:!: l.1 2l.7 ± l.1 7.8 1126/98 
,!86 24 175 6 1 Porch-2 B Door Door Intact Wood White »5.0± 1.00 POS 15.9 ± 2.9 15.9 ± 2.9 7.3 1126/98 

;~87 24 176 6 1 Porcb-2 C Door Door Intact Wood White 0.01 ± 0.23 NEG 0.1 ±O.S 00±02 10 1/26/98 

288 24 177 6 1 Porcb-2 C Door Casing Intact Wood White 001 ± 0.23 NEG -0.5 ± 0.7 o O± 0.2 1.0 1126/98 

289 24 178 6 I Porch-2 A Closet Door Intact Wood Beige 0.02 ± 0.10 NEG 0.2 ±0.6 O.O±O 1 1.0 1/26/98 

290 24 179 6 1 Porch-2 A Closet Casing Intact Wood Beige 002 ± 0.10 NEG -0.1 ± 0.6 00 ± 0.1 1.0 1126/98 

291 24 180 6 I Porch-2 B Closet Baseboard Intact Wood Beige 000±0.17 NEG -0.1 ±0.'5 O.O± 0.2 1.0 1126/98 

292 24 181 6 1 Porch-2 C Closet Shelf Intact Wood Beige 000 ± 0.15 NEG -0.8 ± 0.7 o O± 0.2 1.0 1126/98 

293 24 182 6 I Porch-2 C Wall Wall Intact Drywall Beige 001±0.10 NEG -0.1 ±O 7 0.0±0.1 10 1/26/98 

294 24 183 6 I Porch-2 0 Wall Wall Intact Drywall Beige 001±0.21 NEG -0.2 ± 0.7 O.O± 0.2 10 1126/98 

295 24 184 6 I Porch-2 B Wall Wall Intact Drywall Beige 0.00 ± 0.14 NEG -03±07 O.O± 0.1 1.0 1126/98 

296 24 185 6 1 Porch-2 A Wall Wall Intact Drywall Beige 0.02 ± 0.10 NEG -OJ ± 0.7 O.O± 0.1 1.0 1/26/98 
,!97 24 186 6 1 Porcb-2 A Window Screen-sas h Intact Wood Beige 0.51 ± 0.71 POS 7.1 ± 2 .. 2 7.1 ± 2.2 2.3 1126/98 

298 24 187 6 1 Shutter Cal-1 CalibJrate Cahbrate 0.00 ± 0.00 a a ± 0.0 O.O± a a 0.0 1126/98 

299 24 188 6 1 Calibrate-1 Caliblrate Calibrate 0.95 ± 0.13 NEG 0.9 ± 0.4 1 O± 0.1 10 1126/98 

2100 24 189 6 1 Calibrate-2 CaIiblrate Calibrate 1.03 ± O.B POS 0.5 ± 0.:5 1.0± 0.2 2.3 1126/98 

~IOI 24 190 6 1 Area-2 A overhead door Casing Peeling Wood White 003 ± 0.10 NEG -0.1 ±0.6 O.O± 0.1 1.0 1126/98 

302 24 191 6 I Area-2 B Wall Wall Peeling Drywall Beige 0.01 ± 0.26 NEG 0.1 ±0.6 0.0 ± 0 3 1.0 1/26/98 

303 24 192 6 I Area-2 B Wall Wall Peeling Drywall White 0.04 ± 0.10 NEG -0 I ± 0.7 O.O±O I 1.0 1126/98 

304 24 193 6 I Area-2 C Wall Wall Peeling Drywall Beige 0.01 ± 0.21 NEG 0.1 ±o 6 00 ± 0.2 10 1126/98 

305 24 194 6 1 Area-2 0 Wall Wall Peeling Drywall Beige 0.10 ± 0.39 NEG -0.8 ± 0.8 01 ± 0.4 4.3 1126/98 

306 24 195 6 I Area-2 B Wall Shelf Intact Wood Beige 0.04 ± 010 NEG -05 ± 0.7 0.0 ± 0 I 6.2 1126/98 

307 24 196 6 1 Area-2 C Door Door Intact Wood White 000 ± 0.10 NEG -0.6 ± 0.7 O.O± 0.1 10 1126/98 

308 24 197 6 I Area-2 C Door Jamb Intact Wood White O.OO±O.IO NEG -0 I ± 0.8 O.O±O.I 10 1126/98 

309 24 198 6 I Area-2 0 Wall Elec-Panel: Intact Metal Beige 0.05 ± 0.10 NEG 0.4 ± 0.8 0.1 ± 0.1 1.0 1126/98 

310 24 199 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 00 ± 0.0 O.O± 0.0 00 1126/98 

311 24 200 6 I Calibrate-I Caliblrate Calibrate 0.98 ± 0.12 NEG 0.7±0..5 1.0 ± 0.1 1.0 1126/98 

3111 24 201 6 1 Calibrate-2 Caliblrate Calibrate 1.04 ± 0.22 POS 0.7 ± O,,~ 1.0 ± 0.2 2.2 1126/98 

313 24 112 3 2 Shutter Cal-I Cahblrate Calibrate O.OO± 0.00 0.0 ± 0.0 O.O± 0.0 0.0 1123/98 

3114 24 113 3 1 Calibrate-l Caliblrate Calibrate 1.04:!: 0.12 POS 0.1 ± 0:7 1.0±0.2 1.0 1/23/98 

3115 24 114 3 1 Calibrate-2 Caliblrate Calibrate 1.08 ± 0.25 POS 0.l±0.7 1.1 ± 0.2 2.3 1/23/98 

316 24 lIS 3 2 Hall-4 A Wall-Upr Wall Intact Drywall Beige 0.07± 0.10 NEG -OJ ± 0.'& -0 3 ± 0.6 10.0 1123/98 

317 24 116 3 2 Hall-4 B Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.8 ± 1..3 0.0 ± 0.2 1.0 1123/98 

318 24 117 3 2 Hall-4 C Wall-Upr Wall Intact Drywall Beige 003 ± 0.25 NEG -0.7 ± 1.3 00 ± 0.2 2.5 1123198 

319 24 118 3 2 Hall-4 0 Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.14 NEG 0.0 ± 0.8 0.0 ± 0.2 1.1 1123/98 

,120 24 119 3 2 Hall-4 D Wall-lLwr Wall Intact Wood Beige 001 ±O.IO NEG -1.0 ± 1.2 o o± 0.2 14 1123/98 
,121 24 120 3 2 Hall-4 C Wall-lLwr Wall Intact Wood Beige 0.14 ± 0.10 NEG -0.1 ± 0.6 -0 I ±06 10.0 1/23/98 

!i22 24 121 3 2 Hall-4 B Wall-lLwr Wall Intact Wood Beige 003 ± 010 NEG 02±0:8 00±02 5.2 1123/98 

!123 24 122 3 2 Hall-4 A Wall-lLwr Wall Intact Wood Beige OOO±O.IO NEG -1.2 ± 1.2 o O± 0.2 1.0 1123/98 

':24 24 123 3 2 Hall-4 A Wall Baseboard Intact Wood Beige 0.11 ±O.IO NEG -0 I ± 0.6 -0 I ± 0.6 10.0 1123/98 

!125 24 124 3 2 Hall-4 A Wall Chair-raIl Intact Wood Beige OOI±O.1O NEG -0.1 ± 1.1 0.0 ± 0.2 2.4 1/23/98 

':26 24 125 3 2 Hall-4 A Floor Floor Intact Wood Vamish 000 ± 0.10 NEG -0.7 ± I .3 00±02 1.0 1123/98 

'127 24 126 3 2 Hall-4 D Window Stool Intact Wood Beige 002 ± 0.10 NEG 03 ± 0.8 o O± 0.2 32 1123/98 
!128 24 127 3 Z Hall-4 0 Window Sash Intact Wood Beige 0.53± 0.36 POS 1.9 ± 0.15 1.9 ± 0.6 10.0 1/23/98 

li29 24 128 3 2 Hall-4 A Door-I Door Intact Wood Beige o II ± 0 59 NEG -1.0 ± I :3 0.1 ± 0.6 3.0 1/23/98 

130 24 129 3 2 Hall-4 A 0001'-5 Door Intact Wood Beige 032 ± 0 25 NEG -0.3 ± 0.6 -0.3 ± 0.6 100 1/23/98 

:3\ 24 \30 3 2 Hall-4 B Door-3 Casing Intact Wood Beige o 12± 0.41 NEG -0.1 ±0.9 01±04 3.9 1/23/98 
:32 24 131 3 2 Hall-4 C Bookcase Frame Intact Wood Beige OOO±OIO NEG -0.5 ± 1.1 O.O± 0.2 1.0 1123/98 
:33 24 132 3 2 Hall-4 C Book(,ase Shelf Intact Wood Beige 0.00±0.14 NEG -0.8 ± 1.0 0.0 ± 0 2 1.0 1/23/98 
134 24 \33 3 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0\0 ± 0.54 NEG -0.2 ± I :2 01±06 3.2 1/23/98 
35 24 \34 3 2 Hall-4 A Cabinet Inside Intact Wood ~eige 009 ± 0 36 NEG 0.0 ± 1.0 0.1 ± 0.4 42 1/23/98 
36 24 \35 3 2 Hall-4 R rlno;:pt n .... ~_ - -- - --
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338 24 137 3 2 Hall-4 C Closet Baseboard Intact Wood Beige o 19±044 NEG -03 ± 0.9 0.2 ± 0.4 4.0 1/23/98 
339 24 138 3 2 Hall-4 D Closet Shelf Intact Wood Beige 000±010 NEG -08 ± 12 0.0 ± 0.2 1.0 1/23/98 
340 24 139 3 2 Hall-4 D Closet Hanger-rod Intact Metal Beige 008 ± 0 26 NEG 02±09 01 ± 0.2 44 1/23/98 
341 24 140 3 2 Hall-4 A Closet Wall Intact Drywall Beige 005 ± 0 22 NEG 0.1 ± 0 9 0.0 ± 0 2 4.2 1123/98 
342 24 141 3 2 Hall-4 B Closet Wall Intact Drywall Beige 0.04 ± 010 NEG -0 I ± 11 O.O± 0 2 4.7 1/23/98 
343 24 142 3 2 Hall-4 C Closet Wall Intact Drywall Beige 001 ±o 19 NEG -1.0 ± I 2 00±02 1.0 1/23/98 
344 24 143 3 2 Hall-4 D Closet Wall Intact Drywall Beige 000±010 NEG -05 ± I 3 0.0 ± 0 2 10 1123/98 
345 24 144 3 2 Hall-4 B Stairs WallCasmg Intact Wood Beige 000 ± 0.13 NEG -03 ± I 2 00±02 10 1/23/98 
346 24 145 3 2 Hall-4 B Door Ovrhd-Door Intact Wood Beige 000±0.14 NEG -0.8 ± I 3 00±02 10 1/23/98 
347 24 146 3 2 Hall-4 B Casmg Ovrhd-Door Intact Wood Beige 009 ± 0 30 NEG -08 ± 1.2 01±04 5.2 1/23/98 
348 24 147 3 2 Hall-4 B Clel-reglstr Register Intact Metal Beige 042 ± 0 56 NEG 00±08 0.4 ± 0.6 7.2 1123/98 
349 24 148 3 2 Hall-4 B Ciel-reglstr Casmg Intact Wood Beige OOO±O.IO NEG 04±08 0.0 ± 0.2 1.0 1/23/98 
350 24 149 3 2 Hall-4 B Floor Flr-Regstr Intact Metal Grey 0.09 ± 0.32 NEG -0.7 ± I.3 0.1 ± 0.4 3.1 1123/98 
351 24 150 3 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 O.O± 0.0 00 1/23/98 
352 24 lSI 3 I Calibrate-I Calibrate Calibrate L08 ±0_14 POS O_O± 0.7 1.1 ± 0.2 1.0 1/23198 
353 24 152 3 I Calibrate-2 Calibrate Calibrate 1.03 ± 0.23 POS 0_4± 0_7 1.0± 0.2 2.2 1123198 
354 24 153 3 I Room-I C Ceiling Ceiling Intact Drywall Beige 001 ± 0.25 NEG -O.H J.3 0.0 ± 0.2 1.2 1123/98 
355 24 154 3 I Room-I C Ceiling Crown-mold Intact Wood Beige OOO±O.IO NEG -0.4± 1.2 0.0 ± 0.2 1.0 1123/98 
356 24 155 3 I Hall-I A Ceiling Crown-mold Intact Wood Beige OOO±O.IO NEG 05±07 00 ± 0.2 1.0 1123/98 
357 24 156 3 I Hall-I A Ceiling Ceiling Intact Drywall Beige om ± 0.21 NEG -0.2 ± I I 00 ± 0.2 1.0 1/23/98 
358 24 157 3 I Porch-I A Ceiling Ceiling Intact Wood White 3.42 ± 2.68 POS 7.5±3.0 7.5 ± 3.0 7.2 1/23/98 
359 24 158 3 I Room-2 D Ceiling Ceiling Intact Drywall Beige 0.03 ± 0.20 NEG -04±1.I 0.0 ± 0.2 3.4 1/23/98 
360 24 159 3 I Room-2 D Ceiling Crown-mold Intact Wood Beige 0.00 ± 0.10 NEG 0.0 ± 0.9 o O± 0.2 1.0 1123/98 
361 24 160 3 I Kitchen B Ceiling Ceiling Intact Drywall Beige 0.03 ± 0 39 NEG -1.0 ± 1.1 00 ± 0.4 1.5 1123/98 
362 24 161 3 I Hall-2 B Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -03 ± I I o o± 0.2 10 1/23/98 
363 24 162 3 I Hall-2 B Closet Ceiling Intact Drywall Beige 003 ± 010 NEG -12 ± 14 00±02 4.5 1123/98 
364 24 163 3 I Bath-I D Ceiling Ceiling Intact Drywall Beige 0.16 ± 0.42 NEG -0.7 ± 1.4 0.2 ± 0 4 29 1123/98 
365 24 164 3 I Room-3 B Ceiling Ceiling Intact Drywall Beige 0.02 ± 0.10 NEG -0.4 ± 1.2 00±02 35 1123/98 
366 24 165 3 I Room-3 B Ceiling Crown-mold Intact Wood Beige 005±O.lO NEG -0.4 ± 1.2 0.1 ± 0.2 60 1/23/98 
367 24 166 3 I Room-3 B Closet Ceiling Intact Drywall Beige 0.02 ± 0.21 NEG -0.2± 09 O.O± 0 2 23 1/23/98 
368 24 167 3 I Hall-3 B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.12 NEG 0.1 ± 1.0 O.O± 0.2 1.0 1123/98 
369 24 168 3 I Porch-2 C Ceiling Ceiling Intact Wood White »5.0± 1.00 POS 11.1 ± 5.0 11.1 ± 5.0 10.0 1/23198 
370 24 169 3 I Porch-2 C Closet Ceiling Intact Drywall Beige 0.03 ± 0.10 POS L9±0.6 1.9 ± 0.6 6.6 1/23198 
371 24 170 3 I Garage C Ceiling Ceiling Intact Flberbrd White 000 ± 0.10 NEG 0.4 ± 0.7 O.O± 0.2 1.0 1123/98 
372 24 171 3 2 Room-I C Ceiling Crown-mold Intact Wood Beige 000±010 NEG -0.3 ± 1.1 0.0 ± 0.2 1.0 1/23/98 
373 24 172 3 2 Room-I C Cellmg Ceiling Intact Drywall Beige 007 ± 0 25 NEG -0.1 ± 0 8 0.1 ± 0 2 4.7 1123/98 
374 24 173 3 2 Room-I C Closet Ceiling Intact Drywall Beige 009 ± 0.51 NEG -07 ± I 3 0.1 ± 0 6 30 1/23/98 
375 24 174 3 2 Room-2 A Ceiling Ceiling Intact Drywall Beige 0.07 ± 010 NEG 0.0 ± 0 5 O.O± 0 6 100 1123/98 
376 24 175 3 2 Room-2 A Ceiling Crown-mold Intact Wood Beige 0.27 ± 0.21 NEG -0.3 ± 0 6 -03 ± 0 6 10.0 1123/98 
377 24 176 3 2 Room-2 C Closet-2 Ceiling Intact Drywall Beige 0.Q3 ± 0.20 NEG -0.9 ± J.3 O.O± 0 2 12 1/23/98 
378 24 177 3 2 Room-3 A Ceiling Ceiling Intact Drywall Beige 000 ± 0.12 NEG -0.2 ± I 2 0.0 ± 0 2 10 1/23/98 
379 24 178 3 2 Room-3 A Ceiling Crown-mold Intact Wood Beige 003 ± 010 NEG -06 ± I 3 0.0 ± 0.2 3.7 1123/98 
380 24 179 3 2 Room-3 C Closet-I Ceiling Intact Wood Beige 001 ±O.IO NEG -0 I ± II o.o± 0.2 1.7 1/23/98 
381 24 180 3 2 Bath-2 B Ceiling Ceiling Intact Drywall Beige 012±0.16 NEG 0.3 ± 0.5 0.1 ±0.2 8.0 1/23/98 
382 24 181 3 2 Bath-3 D Ceiling Ceiling Intact Drywall Beige 0.16 ± 0.27 NEG -0.3 ± 0.7 0.2 ±0.2 6.8 1123/98 
383 24 182 3 2 Hall-4 D Ceiling Ceiling Intact Drywall Beige om ± 0.10 NEG 0.0 ± 1.0 O.O± 0.2 1.0 1123/98 
384 24 183 3 2 Hall-4 D Closet Ceiling Intact Drywall Beige om ± 0.22 NEG -0.2 ± 1.0 0.0 ± 0.2 1.6 1123/98 
385 24 184 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 00 0.0 ± 0.0 0.0 1123/98 
386 24 185 3 2 Calibrate-I Calibrate Calibrate L07 ±0.13 POS 1.1 ± 0.7 1.1 ± 0.2 LO 1/23198 
387 24 186 3 2 Calibrate-2 Calibrate Calibrate LOI ±0.23 POS 0.1 ± 0.7 LO±0.2 2.1 1/23198 
388 24 187 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 OO±OO 0.0 ± 0.0 0.0 1/23/98 
389 24 188 3 I Calibrate-I Calibrate Calibrate 1.07 ± 0.13 POS 0.9 ± 0.7 1.1 ± 0.2 LO 1/23198 
390 24 189 3 I Calibrate-2 Calibrate Calibrate 1.05 ± 0.24 POS 0.3 ± 0.7 1.1 ± 0.2 2.2 1123198 
391 24 190 3 I House-ext. A Wall Wall Intact Masonite White 004±O.lO NEG -1.0±1.5 0.0 ± 0.2 5.6 1/23/98 
392 24 191 3 I House-ext A Wall Wall Intact Wood White OOO±O 10 NEG -0.4 ± 0 9 0.0 ± 0.2 1.2 1/23/98 
393 24 192 3 I House-ext. D Wall Wall Intact Masonite White 001 ±O 18 NEG O.O± I I 00 ± 0.2 1.0 1/23/98 
394 24 193 3 I House-ext. B Wall Wall Intact Masonite White 0.00 ± 010 NEG -10 ± I 4 00±02 10 1123/98 
395 24 194 3 I House-ext B Wall Wall Intact Wood White 002 ± 010 NEG 0.6 ± 0 5 00±02 3.6 1123/98 
396 24 195 3 I House-ext. C Wall Wall Intact Wood White 001 ±0.22 NEG -03 ± 1.2 0.0 ± 0 2 1.0 1123/98 
397 24 196 3 I House-ext. C Wall Wall Intact Wood White 0.19 ± 0.10 POS 8.2 ± 2.2 8.2 ± 2.2 10.0 1/23/98 
398 24 197 3 I House-ext. A Door-I Door Intact Flbrglas White 0.00 ± 010 NEG -1.0 ± I 0 0.0 ± 0.2 1.0 1/23/98 
399 24 198 3 I House-ext. A Door-\ Casing Intact Wood White 4.36 ± 1.74 POS 21.2 ± 7.5 21.2 ± 7.4 9.7 1123198 
400 24 199 3 1 House-ext. B Door-3 Casing Intact Wood Green »5.0 ± 1.00 POS 1.6 ± 3_3 1.6 ± 3.4 9.6 1123198 
401 24 200 3 I House-ext B Door-3 Door Intact Wood Green 024 ± 010 NEG -02 ± 0.6 -0.2 ± 0.6 100 1/23/98 
402 24 201 3 I House-ext. C Door-4 Door Intact Wood White 0.00 ± 010 NEG O.O± II 0.0 ± 0 2 1.0 1/23/98 
403 24 202 3 I House-ext. C Door-4 Casing Intact Wood White OOO±O.IO NEG -0.1±1.\ 0.0 ± 0 2 1.0 1123/98 
404 24 203 3 I House-ext. C Window-6 Casing Peeling Wood White »5.0 ± 1.00 POS 16_3 ± 6.8 16.3 ± 6.8 3.1 1/23198 
405 24 204 3 I House-ext. C Window-6 Sash-Ext Peeling Wood White »5.0 ± 1.00 POS 23.1 ± 7.0 23.1 ± 7.0 10.0 1123/98 
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No Site XLNo Ins~1 nr Room Side Strc Feat Cnd Sub Clr PbL(mglcm' ) RES PbK Combined DI Date Note 
406 24 205 3 1 House-,~xt. C Window-S Screen-sash Peeling Wood Green »S.O± 1.00 POS 4.6 ± 2.4 4.6± 2.4 2.4 1/23/98 
407 24 206 3 1 Porch-2 A Columns Columns-Ext Intact Wood White »5.0 ± 1.00 POS 16.0± 6.0 16.0± 6.0 7.8 1/23/98 
408 24 207 3 1 Porch-2 A Lattice Lattice-Ext Intact Wood Green »5.0 ± 1.00 POS 24.6 ± 7.9 24.6±8.0 10.0 1/23/98 
409 24 208 3 1 House-'~xt. A Awning Awning Intact Metal White 2.25 ± 1.13 POS 1.9 ± 1.4 2.2 ± 1.2 5.2 1/23/98 
410 24 209 3 I Porch··2 A Porch Floor-Ext Intact Wood Grey 0.40±0.18 NEG 0.7 ± 0.7 0.4 ± 0.2 2.4 1123/98 
411 24 210 3 I House-,:xt A Mailbox Mailbox Intact Metal Green 012 ± 0.20 NEG 0.4 ± 0.9 01 ± 0.2 3.9 1123/98 
412 24 211 3 1 Porch-l B Columns Col!!mns-Ext Intact Wood White 3.88 ± 2.22 POS 24.6 ± 7.3 24.6± 7.4 7.7 1/23/98 
413 24 212 3 I Porch .. I B Floor Floor-Ext Peeling Wood Grey 0.09 ± 0.24 INCOM 0.1 ± 1.4 01 ±0.2 1.2 1123/98 
414 24 213 3 I Porch .. I B Floor Floor-Ext Peeling Wood Grey 0.25 ± 0.23 NEG 0.0 ± 1.0 0.2 ±0.2 2.3 1/23/98 
415 24 214 3 I Porch-l B Trim-Lwr Trim-Ext Peeling Wood White 3.69 ± 2.40 POS 23.1 ± 6.8 23.1 ± 6.8 7.3 1/23/98 
416 24 215 3 I Porch-l B Lattice Lattice-Ext Intact Wood Green 0.75 % 0.10 POS 1.5 % 0.5 1.5 ± 0.4 1.3 1/23/98 
417 24 216 3 I House-ut. B Awning Awning Peeling Metal White 0.10± 0.33 POS 4.1 ± 1.7 4.1 ± 1.6 s.o 1/23/98 
418 24 217 3 I House-ut. C Elec-Panel Elec Panel Intact Metal White »5.0:1: 1.00 POS 11.0±6.1 11.0 % 6.0 10.0 1/23/98 
419 24 218 3 I House-ut. e Foundation Flashing Intact Metal White »5.0:1: 1.00 POS 19.1± 7.1 19.1 % 7.0 7.8 1/23/98 
420 24 219 3 2 House-ut. D Soffit Soffit Intact Wood White »5.0% 1.00 POS 18.9:1: 6.8 18.9% 6.8 9.2 1/23/98 
421 24 220 3 2 House-,~xt. D Facia Facia Intact Wood White »5.0% 1.00 POS 22.0%6.6 22.0%6.6 10.0 1123/98 
422 24 221 3 2 House-,:xt. D Gutter Gutter Intact Metal White 0.18 ± 0.\0 NEG -0.6 ± 0.6 -0.6 ± 0.6 10.0 1123/98 
423 24 222 3 2 House-c:xt D Gutter Downspout Intact Metal White 005±0.18 NEG -05±09 00±0.2 4.3 1123/98 
424 24 223 3 2 House-,:xt. A Gutter Gutter Intact Metal White O.OO± 014 NEG 0.6:1: 0.7 00 ± 0.2 1.0 1123/98 
425 24 224 3 2 House-,:xt. A Gutter Downspout Intact Metal White 0.05 ± 0.16 NEG 0.2:1: 0.6 0.0 ± 0.2 5.3 1123/98 
426 24 225 3 2 Shutter Cal-I Calibrate Calibrate 000:1:000 0.0:1: 0.0 00:1:00 0.0 1/23/98 
427 24 226 3 2 Calibrate-l Calibrate Calibrate 1.17 ± 0.15 POS 0.5± 0.6 1.2 ± 0.2 1.1 1/23/98 
428 24 227 3 2 Calibrale-2 Calibrate Calibrate 1.02:1: 0.10 POS 0.4 ± 0.6 1.0 :1:0.2 1.0 1/23/98 
429 24 228 3 2 Calibrale-3 Calibrate Calibrate 1.18:1: 0.27 POS 0.5 ± 0.7 1.2:1:0.2 2.4 1/23/98 
430 24 229 3 2 Calibrate-4 Calibrate Calibrate 1.06:1: 0.24 POS 0.1 %0.7 1.1:1: 0.2 2.2 1/23/98 



uali Evaluation 
XRF Field Data Sheets 

and Results 



Original Reading 
7.50 

19.70 
15.90 
23.70 

0.40 
0.00 

23.10 
0.20 

16.30 
23.10 

129.90 

129.9/ 10= 12.99 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
8.70 8.10 

20.70 20.20 
3.80 9.85 
4.50 14.10 
0.50 0.45 
0.00 0.00 

27.10 25.10 
0.00 0.10 

28.50 22.40 
31.70 27.40 

125.50 127.70 

125.5/ 10 = 12.55 

Absolute Difference = 12.55 - 12.99 = 0.44 

C = 2652.225 
D = 19.09602 
E = 19.12802 
F = 4.373559 

2652.225 x 0.0072 = 19.09602 
19.09602 + 0.032 = 19.12802 
Square Root of 19.12802 = 4.373559 
4.373559 x 1.645 = 7.1945 (Retest Tolerance Limit) 

Retest Tolerance Limit = 7.1945 

.44 < 7.1945 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

Squared 
65.6100 

408.0400 
97.0225 

198.8100 
0.2025 
0.0000 

630.0100 
0.0100 

501.7600 
750.7600 

2652.2250 

1. Calculate the average- of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root of E. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest ToleraIlce Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equai to or greater than the Retest Toierance Limit a second time, then the inspection is 
considered deficient. 
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Pall1t Page I 
Quarters AA, Quality Evaluation R,etest 

Charleston Naval Complex 
Site: 24 Date: 1/26/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined Note 
1 24 262 Shultter Cal-l Calibrate Calibrate 000:1:000 0,0:1: 0,0 0,0 ± 0,0 
2 24 2631 16 Calibrate-l Calibrate Calibrate 1.03 ± 0.13 POS 0.8 ± 0.4 1.0:1: 0.11 
3 24 2641 16 Calibrate-2 Calibrate Calibrate 1.16:1: 0.26 POS 0.5 ± 0.5 1.2:1: 0.:1 
4 24 265 6 Calibrate-3 Calibrate Calibrate 0,97:1: 0,21 NEG 0.7:1: 0,4 1.0:1:0,2 
5 24 26(; ,6 PlOrch-2 A Porch Columns Intact Wood White 3.21 ± 2.89 POS 8.7 ± 2.2 8.7± 2.:! 278 
6 24 267 ,6 PlOrch-2 A DlOor Casing Intact WlOlOd White »5.0 ± 1.00 POS 20.7 ± 3.1 20.7 ± 3.11 284 
7 24 26~1 ,6 P.orch-2 B Door Door Intact Wood White 2.35:1: 0.95 PO!) 3.8:1: 1.2 3.8:1:U 286 
8 24 269 16 P.orch-2 B Door Casing Intact Wood White 4.46:1: 1.64 POS 21.9:1: 3.3 4.5± U; 285 
9 24 270 <6 Porch-2 A Porch Floor Intact Wood Grey OJ3 :!: 0.37 INCOM 0.2:!: 1.2 OJ:!: 0.4 I 
10 24, 271 <6 Porch-2 A Porch Floor Intact Wood Grey 0.50:1: 0.15 NEG 0,1:1: 0.5 0.5:1: 0,2 410 
11 24 272 <6 House-ext. D Gutter Downspout Intact Metal White 0.02:!: 0.10 NEG ·0,5:1: 0.9 0.0:1:0 I 423 
12 24 2731 16 PlOrch-l B Porch Trim·Lwr Peeling WlOod White 3.49 ± 2.60 POS 27.1:1: 3.5 27.1 ± 3.S 415 
13 24 274 6 Porch·1 B Porch Floor Peeling Wood Grey 0.00:1:0,10 NEG -0.2:1: 0.7 0.0:1:0.1' 414 
14 24 27S 16 House·exL C Window-6 Casing Peeling Wood White 4.28 ± 1.82 PO!) 28.5± 3.4 28.5±3A 404 
15 24 27(; 16 House·ext. C Window-6 Sash·Ext Peeling Wood White »5.0:1: 1.00 POS 31.7 ± 3.6 31.7 ± 3,/; 405 
16 24 277 Shutter Cal· 1 Calibrate Calibrate O.OO:!: 0.00 O.O± 0.0 O.O± 0,0 
17 24 278 6 Call ibrate·1 Calibrate Calibrate 0.98:!: 0.13 NEG 0,7 ± 0 4 1.0 ± 0 II 
18 24 279 <6 Callibrate-2 Calibrate Calibrate 094:!: 0 20 NEG 06±04 0,9± 0 2 
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Fie!d Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters AA, 1345 Avenue G, Charleston Naval Complex, 

Charleston SC 

6" ___ '_ 

;:)ilHI JJ It: 

Number 

NBCI 
atrs AA 
001 
NBCI 
atrs AA 
002 
NBCI 
atrs AA 
003 
NBC/ 
atrs AA 
004 
NBCI 
atrs AA 
005 
NBCI 

I 
atrs AA 
006 
NBCI 
atrs AA 
007 
NBCI 
atrs AA 
008 

I"> ... ~---

Room 
;:)UrliI\;t: 

Type 

1ST Floor, Floor-
Room-1 Door-2 

1ST Floor, Floor-
Porch-1 Door-3 

1ST Floor, Window-2 
Room-2 l""\:U 

viII 

2ND Floor, Window-1 
Room-1 Sill 

2ND Floor, Floor -
Hall-4 Ooor-1 

~ND _._ 'A '"- __ I ~ __ .. 

I 
,L- rloor, I vvmoow- I I 
Room-3 Sill 

2!::ill Floor, Window-1 
Bath-3 Sill 

Blank N/A 

I Measure to the nearest 1/8 inch. 

Is surface 
Dimensions 

____ ... 1- __ -I of the sample A ___ "'_&_1 • __ .J 
::IIIIUUUI illlU 

area (inches 
I"\It:Cl I U1ClI Lt:ClU 

cleanable? 
x inches) 

(fe) Found 

Yes 12 x 12 1 -11.80 

Yes 12 x 12 1 30.30 

Yes 2 x 27 0.375 71.20 

Yes 2 x 27 0.375 14.50 

Yes 12 x 12 1 -3.90 

Yes 2 x 27 0.375 5.90 

Yes 2 x 27 0.375 6.20 

N/A N/A N/A -25.00 

HUD standards: 100 Jlglft2 (floors), 500 Jl9/ft2 (interior window sills), 800 I1glft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/26/98 

Table 21-b, Field Sampling Form for Dust 
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Result of Lab 
A __ 1. __ :_ 

I"\llaly~l~ 

(Jl9/fe) 

<Detectable 

30.30 

189.87 

38.67 

<Detectable 

15.73 

16.53 

<Detectable 



Quarters AA, I), Jamples 
Charleston Naval Complex 

Site 24, Date: 1126/98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Strc Feat Ph ± Prec 
6 24 215 3 Calibrate-l Calibrate Calibrate 3227.20 ± 63.10 
II 24 220 3 I Room-I-DOl C Floor Floor -11.80 ± 18.60 
16 24 225 3 1 Porch-I-D02 D Floor Floor 30.30 ± 21.20 
21 24 230 3 1 Room-2-D03 C Window-2 Stool 71.20± 21.90 
26 24 235 3 2 Room-I-D04 A Window-l Stool 14.50 ± 18.80 
31 24 240 3 2 HalJ-4-D05 A Floor Floor -3.90 ± 17.40 
36 24 245 3 2 Room-3-D06 B Window-I Stool 5.90 ± 16.90 
41 24 250 3 2 Bath-3-D07 D Window-l Stool 6.20 ± 17.00 
46 24 255 3 Blank-D08 Blank -25.00 ± 17.80 
51 24 261 3 Calibrate-l Calibrate Calibrate 3276.80 ± 63.80 

Table 21-c, XRF Field Data Sheets for Omit Samples 



Bulk Page 1 
Quarters AA, SoH Samples 
Charleston Naval Complex 

Site: 24 Date: 1126/98 

No Site XLNo Insp Room Side Strc Feat Pb ± Prec 
1 24 203 3 Calibrate-2 Calibrate Calibrate 1O.9± 68.7 
2 24 204 3 Calibrate-2 Calibrate Calibrate 1043.2 ± 103.5 
3 24 205 3 Dripline A 1250.4 ± 101.2 
4 24 206 3 Clothesline C 419.2 ± 80.3 
5 24 207 3 Dripline C 807.6 ± 98.1 

Table 21-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NA VAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

22.0 Quarters BB 

Quarters BB, 1311 Avenue G, is a two-story, wood-framed unit that is half of a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roofis asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen. three rooms, 

one bathroom, and three hallways. Qne staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 26 January 1998 to 28 January 1998, two certified lead inspectors performed an extensive 

LBP survey of Quarters BB. Quarters BB was surveyed after the HUD Guidelines Chapter 7 

revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

22.1 Identification of Lead in Quarters BB: 

Three hundred ninety-one XRF samples and calibrations were taken in Quarters BB. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column ofthe XRF Field Data Sheets. Table 22-a contains LBP sampling results for 

Quarters BB and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. Three soil samples were taken from separate locations 

outside the building. Dust and soil samples were taken for informational purposes only. 

The follo\ving pages SlhTllTtarize the location of lead-based paint fOUlid in Quarters BB: 
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Quarters BB Positive Lead-Based Paint Results 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm') 

1 Bath-1 C Wall Wall Paper Intact Drywall Beige P~S 4.6 ±1.2 
1 Bath-1 C Window Casing Intact Wood Beige P~S 3.5 ±0.9 
1 Bath-1 C Window Sash Intact Wood Beige P~S 5.5 ±1.8 
1 Bath-1 D Wall Wall Paper Intact Drywall Beige P~S 2.0 ±0.5 
1 Bath-1 D Ceiling Ceiling Intact Drywall Beige P~S 2.8 ±1.0 
1 Garage-Int C Door Jamb Intact Wood White P~S 21.2 ±3.2 
1 Hall-1 A Door Door Intact Wood Beige P~S 2.5 ±0.7 
1 Hall-1 B Door Door Intact Wood Beige P~S 1.1 ±0.4 
1 Hall-3 A Ceiling Crown-mold Intact Wood Beige P~S 2.4 ±0.8 
1 Hall-3 B Stairs Baseboard-Ins Intact Wood Beige P~S 1.1 ±0.3 
1 House-ext. A Door-2 Casing Intact Wood White p~s 15.6 ±5.4 
1 House-ext. A Porch-1 Columns Intact Wood White P~S 20.9 6.8 
1 House-ext. A Porch-1 Floor Intact Wood Grey P~S 1.6 ±0.6 
1 House-ext. A Porch-1 Trim-Lwr Intact Wood White P~S 17.8 6.4 
1 House-ext. A Porch-1 Lattice Intact Wood Green P~S 1.3 ±D.4 
1 House-ext. A Window-1 CaSing Intact Wood White POS 17.8 6.2 
1 House-ext. A Window-1 Sash-Ext Intact Wood White POS 21.0 6.4 
1 House-ext. A Window-2 Screen-sash Intact Wood Green POS 7.9 ±4.6 
1 House-ext. C Foundation Flashing Intact Metal White POS 27.0 ±7.2 
1 House-ext. C Elec-panel Elec-Panel Intact Metal White POS 7.9 ±3.2 
1 House-ext. C Door-3 Casing Intact Wood White POS 11.8 6.0 
1 House-ext. D Door-4 Door Intact Wood Green POS 9.0 ±4.4 
1 House-ext. D Door-4 CaSing Intact Wood Green POS 19.5 6.2 
1 House-ext. D Porch-2 Columns Poor Wood White POS 26.4 ±7.2 
1 House-ext. D Porch-2 Trim-Lwr Poor Wood White POS 23.1 ±7.0 
1 House-ext. D Porch-2 Lattice Poor Wood Green POS 11.1 ±5.0 
1 House-ext. D Awning AWning Intact Metal White POS 1.6 ±0.6 
1 Kitchen C Window Sash Intact Wood Beige POS 2.3 ±0.6 
1 Porch-1 A Porch Columns Intact Wood White POS 18.2 ±3.1 
1 Porch-1 A Porch Lattice Intact Wood White POS 17.6 ±2.8 
1 Porch-1 A Door Casing Peeling Wood White POS 23.7 ±3.3 
1 Porch-1 A Window Screen-sash Intact Wood White POS 10.6 ±2.3 
1 Porch-1 B Wall Wall Intact Masonite White POS 9.9 ±2.4 
1 Porch-1 D Wall Wall Intact Masonite White POS 9.0 ±2.3 
1 Porch-1 D Door Casing Peeling Wood White POS 19.5 ±3.2 
1 Porch-1 D Ceiling Ceiling Intact Wood White POS 10.9 ±5.2 
1 Porch-2 A Ceiling Ceiling Intact Wood White POS 15.3 6.8 
1 Porch-2 B Wall Wall Intact Masonite White POS 5.1 ±1.5 
1 Porch-2 B Door-1 Door Intact Wood White POS 13.1 ±2.7 

I 1 Porch-2 B Door-1 Casing Intact Wood White POS 16.1 ±2.7 
1 Porch-2 B Door-2 Door Intact Wood White POS 13.3 ±2.5 
1 Porch-2 B Door-3 Door Peeling Wood White POS 11.4 ±2.3 
1 Porch-2 D Porch Columns Intact Wood White POS 18.6 ±2.9 
1 Porch-2 D Door-4 Screen-dr Intact Wood White POS 5.4 ±2.0 
1 Room-1 B Window Sash Intact Wood Beige POS 2.0 ±0.5 
1 Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige POS 1.5 ±0.7 
1 Room-3 A Cabinet-Upr Door-Out Intact Wood Beige POS 2.6 ±0.8 
1 Room-3 A Ceiling Crown-mold Intact Wood Beige POS 1.3 ±0.4 
1 Room-3 C Window Sash Intact Wood Beige POS 1.9 ±0.5 
2 Bath-2 A Wall Wall Intact Other Beige POS 1.2 ±0.8 
2 Bath-2 A Door Door Intact Wood Beige POS 1.4 ±0.6 
2 Bath-2 A Door CaSing Intact Wood Beige POS 2.5 ±0.8 
2 Bath-2 B Window Stool Intact Wood Beige POS 3.2 H.O 
2 Bath-2 B Window Sash Intact Wood Beige POS 4.0 ±1.6 
2 Bath-2 B Ceiling Ceiling Intact Drywall Beige POS 1.1 ±D.4 
2 Bath-2 B Ceiling Ceiling Intact Drywall Beige POS 1.5 ±0.4 
2 Bath-3 B Wall Wall Intact Other Beige POS 1.8 ±0.8 
2 Bath-3 C Wall Wall Intact Other Beige POS 1.8 ±0.8 
2 Bath-3 C Window Stool Intact Wood Beige POS 2.1 ±0.8 
2 Bath-3 C Window Sash Intact Wood Beige POS 5.0 ±1.8 
2 Bath-3 D Wall Wall Intact Other Beige POS 3.2 ±1.2 
2 Bath-3 D Door Door Intact Wood Beige POS 2.3 ±1.2 
2 Bath-3 D Door Casing Intact Wood Beige POS 1.7 ±D.8 
2 Hall-4 B Window Sash Intact Wood Beige POS 2.8 ±1.0 
2 Hall-4 B Ceiling Ceiling Intact Drywall Beige POS 1.1 ±D.4 
2 Hall-4 D Closet Door Intact Wood Beige POS 1.0 ±0.4 
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Quarters BB Positive Lead-Based Paint Results 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm2) 

2 Hall-4 D Casing Ovrhd-Door Intact Wood Beige POS 2.0 ±0.6 
2 u_ •. __ ........... r> C" .... u: .. ~_u: .. 1_,,_,-, \A/ __ -I \"'L.:"_ nr\C' <.., "7 ,.., ". 

11UUo:.C""'C'AI.. D ~VIII" vUlln. IIlLdt,,1. VYUUU VYIIILC rv"" IL.I :::r:~.O 

2 House-ext. B Fascia Fascia Intact Wood White POS 17.4 6.0 
2 Room-1 A Wall Baseboard Intact Wood Beige POS 1.3 ±0.6 
2 Room-1 A Window-1 Stool Intact Wood Beige POS 2.5 ±1.4 
2 Room-1 C Door-2 Door Intact Wood Beige POS 1.5 ±0.4 
2 Room-1 C Door-3 Casing Intact Wood Beige POS 1.4 ±0.4 
2 Room-1 C Ceiling Crown-mold Intact Wood Beige POS 2.7 ±O.B 
2 Room-1 D Window-2 Sash iniact Wood Beige POS 2.1 ±O.B 
2 Room-2 A Wall Baseboard Intact Wood Beige POS 1.7 ±O.B 
2 Room-2 A Window-1 Stool Intact Wood Beige POS 1.5 ±0.4 
2 Room-2 A Window-1 Sash Intact Wood Beige POS 2.6 ±O.B 
2 Room-2 A Closet Ceiling Intact Drywall Beige POS 1.5 ±0.4 
2 Room-2 A Ceiling Crown-mold Intact Wood Beige POS 3.4 ±1.2 
2 Room-2 B Closet-1 Baseboard Intact Wood Beige POS 1.0 ±0.4 
2 Room-2 C Wall-Upr Wall-Upr Intact Drywall Beige POS 1.1 ±0.4 
2 Room-2 C Closet-1 Wall Intact Drywall Beige POS 1.4 ±0.6 
2 Room-2 D Wall-Upr Wall-Upr Intact Drywall Beige POS 1.2 ±0.4 
2 Room-2 D Wall-Lwr Wall-Lwr Intact Wood Beige POS 1.0 ±0.6 
2 Rocm=2 0 Closet=1 VVaU Intact nn" . ..,~11 tloi,.,.o. P~S 1.5 ±O.6 ""-I, •• gll _v,~'" 

2 Room-3 A Wall Baseboard Intact Wood Beige POS 1.2 ±0.4 
2 Room-3 A Closet-2 Wall Intact Drywall Beige POS 1.3 ±O.B 
2 Room-3 A Wall Wall-Rgstr Intact Metal Beige pas 1.0 ±O.B 
2 Room-3 A Ceiling Crown-mold Intact Wood Beige pas 1.6 ±0.4 
2 Room-3 A Ceiling Ceiling Intact Drywall Beige pas 1.6 ±O.4 
2 Room-3 A Closet-2 Ceiling Intact Drywall Beige POS 1.3 ±0.6 
2 Koom-3 I::! uoor-3 c.;asing intact Wood I::!eige t-'uS 1.2 ±O.4 
2 Room-3 C Wall-Upr Wall-Upr Intact Drywall Beige pas 1.2 ±0.4 
2 Room-3 C Closet-2 Casing Intact Wood Beige POS 1.4 ±O.4 
2 Room-3 C Closet-1 Wall Intact Drywall Beige POS 1.2 ±0.2 
2 

I 
Room-3 

I 
D 

I 
Closet-1 

I 
Wall 

I 
Intact 

I 
Drywall 

I 
Beige 

I 
POS 

I 
1.1 

I 
±O.B 

I I 
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Quarters BB, Lead-Based Paint Survey 
Paint Page I 

Charleston Naval Com pie x 
Site: 25 Date: 1128/98 

Range" (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Dl Date Note 
I 25 I 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 00 ± 0.0 00 ± 0.0 0.0 1/26/98 
2 25 2 6 I Calibrate-I Cahbrate Cahbrate 098 ± 0 II NEG 09 ± 0.5 10±01 1.0 1/27/98 
3 25 3 6 I Cahbrate-2 Cahbrate Calibrate 098 ± 0 22 NEG 0.3 ± 0 5 10±02 2 I 1/27/98 
4 25 4 6 I Room·· I A Wall-Upr Wall-Upr Intact Drywall BeIge 007 ± 0.10 NEG 01±08 01 ± 0.1 62 1/27/98 
5 25 5 6 I Room·· I B Wall-Upr Wall-Upr Intact Drywall Beige o 12 ± 0.35 NEG 00 ± 0.7 0.1 ± 0.4 54 1127/98 
6 25 6 6 I Room·· I C Wall-Upr Wall-Upr Intact Drywall Beige 001±010 NEG 0.3 ± 0.7 OO±O.I 10 1127/98 
7 25 7 6 I Room·· I D Wall-Upr Wall-Upr Intact Drywall Beige 016±010 NEG -0.3 ± 0 7 -0.3 ± 0 7 100 1127/98 
8 25 8 6 I Room·· I D Wall-Lwr Wall-Lwr Intact Wood BeIge 0.05 ± 0.25 NEG -0 I ± 0.6 0.1 ± 0.3 3.9 1/27/98 
9 25 9 6 I Room·· I A Wall-Lwr Wall-Lwr Intact Wood Beige 000 ± 0.10 NEG 0.2 ± 0.7 00 ± 0.1 10 1127/98 
10 25 10 6 I Room·· I C Wall-Lwr Wall-Lwr Intact Wood Beige 003 ± 0 24 NEG 0.2 ± 0 4 00±02 2 I 1127/98 
11 25 II 6 I Room·· I B Wall-Lwr Wall-Lwr Intact Wood Beige 002 ± 0 32 NEG -0.3 ± 0 7 00±03 15 1/27/98 
12 25 12 6 I Room·· I B Wall-Lwr Chair-rail Intact Wood Beige 001 ±0.23 NEG -0.6 ± 0 7 00 ± 0.2 1.0 1/27/98 
13 25 13 6 I Room·· I B Wall-Lwr Baseboard Intact Wood Beige 0.47±036 NEG 07±0.4 05±04 53 1127/98 
14 25 14 6 I Room·· I B Window Casing Intact Wood Beige 053 ± 0.23 NEG 1.0 ± 0 5 0.5 ± 0 2 3.5 1127/98 
15 25 15 6 1 Room··1 B Window Sash Intact Wood Beige 0.56 ± 0.31 POS 2.0±0.5 2.0± 0.5 4.4 1/27/98 
16 25 16 6 I Room·· I C Door Door Intact Wood Beige 0.45 ± 0.17 NEG 1.1 ± 0.4 05±02 3.3 1127/98 
17 25 17 6 I Room·· I C Door Casing Intact Wood Beige 050 ± 0.27 NEG 0.6 ± 0.4 0.5 ± 0 3 4.1 1/27/98 
18 25 18 6 I Room·· I D Door Door Intact Wood Beige 039 ± 0.18 NEG 1.0 ± 0 4 0.4 ± 0.2 2.7 1127/98 
19 25 19 6 I Room·· I C Entranceway Entranceway Intact Wood Beige 0.24 ± 0.15 NEG 01±0.4 0.2 ± 0.2 27 1127/98 
20 25 20 6 I Room·· I A Window Boxing Intact Wood Beige 041±0.19 NEG 02±04 04 ± 0.2 2.9 1/27/98 
21 25 21 6 I Room·· I A Floor Floor Intact Wood Varnish O.OO±O 10 NEG -0.3 ± 0.7 O.O± 0 I 1.0 1/27/98 
22 25 22 6 I Room·· I A Wall Wall-Rgstr Intact Metal White 0.48 ± 0.18 NEG 06±06 05 ± 0.2 28 1/27/98 
23 25 23 6 I Hall-II A Wall wall paper Intact Drywal\ Beige 012±038 NEG -0.7 ± 0.7 0.1 ± 0 4 5.0 1127/98 
24 25 24 6 I Hall-l D Wall wall paper Intact Drywall Beige 0.07 ± 0.19 NEG 01 ± 0.4 01 ± 0.2 27 1127/98 
25 25 25 6 I Hall-II B Wall wall paper Intact Drywall Beige 007 ± 0.39 NEG -0.8 ± 08 0.1 ± 0 4 32 1127/98 
26 25 26 6 1 lIall-11 B Door Door Intact Wood Beige 1.06± 0.38 POS 1.5 ±0.5 1.1 ± 0.4 4.4 1127/98 
27 25 27 6 1 Hall-II B Door Casing Intact Wood Beige 083 ± 0.38 NEG 0.6 ± 0.5 08±04 5.0 1/27/98 
28 25 28 6 I Hall-II A Door Door (ntact Wood Beige 0.51 ±0.3S POS 2.5 ± 0.7 2.5 ± 0.7 3.1 1127/98 
29 25 29 6 1 Hall-II D Door Door Intact Wood Beige 0.22 ± 0.20 NEG -0.1 ±0.6 02±02 25 1/27/98 
30 25 30 6 I Hall-II D Wall Baseboard Intact Wood Beige 002 ± 0.11 NEG -0.3 ± 0.6 00±01 1.0 1127/98 
31 25 31 6 1 Mech-rm A Door Door Intact Wood Beige 016±0.28 NEG -0.1 ± 0.6 0.2 ± 0.3 2.7 1127/98 
32 25 32 6 I Mech-rm A Door Jamb Intact Wood Beige 0.16±0.21 NEG -0.1 ± 0.7 02 ± 0.2 18 1/27/98 
33 25 33 6 I Mech-rm A Wall Elec-Panel Intact Metal Grey 001 ±O.IO NEG -0.1 ± I 0 0.0 ± 0.1 10 1/27/98 
34 25 34 6 I Hall-2 A Wall Wall Intact Drywall Beige 002 ± 0.10 NEG 0.1 ±0.6 O.O± 0 I 3.4 1127/98 
35 25 35 6 I Hall-2 B Wall Wall Intact Drywall Beige 001±O.16 NEG -02±0.7 00±02 10 1/27/98 
36 25 36 6 I Hall-2 C Wall Wall Intact Drywall Beige 0.08 ± 0.10 NEG -1.0±0.7 -10 ± 0.7 8.3 1/27/98 
37 25 37 6 I Hall-2 D Wall Wall Intact Drywall Beige 0.00 ± 010 NEG -0.5 ± 0.6 00 ± 0.1 1.0 1127/98 
38 25 38 6 I Hall-2 C Wall Baseboard Intact Wood Beige 000±010 NEG -0.4 ± 0.7 O.O± 0.1 1.0 1/27/98 
39 25 39 6 I Hall-2 A Door Door Intact Wood Beige 0.01 ± 0.10 NEG -0.2 ± 0.6 O.O± 0 I 1.0 1/27/98 
40 25 40 6 1 Hall-2 A Door Casing Intact Wood Beige 000±O.10 NEG -0.1 ±0.6 00±01 10 1/27/98 
41 25 41 6 I Hall-2 B Door Door Intact Wood Beige 002 ± 0.37 NEG -0.8 ± 0.7 0.0 ± 0 4 1.0 1/27/98 
42 25 42 6 I Hall-2 D Entranceway Jamb Intact Wood Beige 000 ± 0.10 NEG -0 I ± 0.6 o O± 0.1 1.0 1127/98 
43 25 43 6 I Hall-2 A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.4 ± 0.7 O.O±O.I 10 1127/98 
44 25 44 6 I Hall-2 C Closet Door Intact Wood Beige 0.02 ± 0.10 NEG 0.0 ± 0.6 O.O± 0 I 1.0 1127/98 
45 25 45 6 I Hall-2 C Closet Jamb Intact Wood Beige 004 ± 0 42 NEG -0.2 ± 0.6 0.0 ± 0.4 2.0 1/27/98 
46 25 46 6 I Hall-2 D Closet Wall Intact Drywall Beige OOO±O.IO NEG 01±07 O.O± 0.1 10 1127/98 
47 25 47 6 I Hall-2 A Closet Wall Intact Drywall Beige 004±0.10 NEG 01 ±0.7 00±01 7.1 1/27/98 
48 25 48 6 I Hall-2 B Closet Wall Intact Drywall Beige 001±022 NEG -1.I±07 0.0 ± 0 2 1.0 1127/98 
49 25 49 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey OOO±O.IO INCOM -0.4 ± I.3 00 ± 0.1 10 1127/98 
50 25 50 6 I Halt-2 C Walt Elec-Panel Intact Met:a1 Grey OOO±O.IO NEG 0.1 ± 1.0 00±01 1.0 1127/98 
51 25 51 6 I Bath-II A Walt walt paper Intact Drywall Beige 013 ± 0 39 NEG -0.3 ± 0 6 01±04 49 1/27/98 
52 25 52 6 I Bath-it B Wall walt paper Intact Drywall Beige 0.11 ± 0 31 NEG 01 ± 0.6 01±03 56 1/27/98 
53 25 53 6 I Bath-l C Wall wall paper (ntact Drywall Beige 2.84 ± 3.26 POS 4_6 ± 1.2 4.6 ± 1.2 6.9 1127/98 
54 25 54 6 1 Bath-I D Wall Wall Paper (ntact Drywall Beige 0.07 ±0.19 POS 2.0±0.5 2.0 ± 0.5 3.0 1127/98 
55 25 55 6 I Bath-I C Window Casing Intact Wood Beige 2.15 ± 1.10 POS 3.5±0.9 3.5± 0.9 4.7 1127/98 
56 25 56 6 1 Bath-l C Window Sash Intact Wood Beige 2.28 ± 3.82 POS 5.5 ± 1.8 5.5 ± 1.8 5.1 1127/98 
57 25 57 6 I Bath-II A Door Door Intact Wood Beige 0.01 ± 0.10 NEG 0.3 ± 0.6 OO±OI 1.0 1/27/98 
58 25 58 6 I Bath-II A Door Casing Intact Wood Beige 0.01±0.10 NEG 0.1 ± 0.6 O.O±O.I 1.0 1127/98 
59 25 59 6 I Bath-II D Cabinet-Lwr Door-Out Intact Wood Beige OOO±O 10 NEG 0.2 ± 0 6 0.0 ± 0.1 1.0 1/27/98 
60 25 60 6 I Bath-II 0 Cabinet-Lwr InSIde Intact Wood Beige 000±015 NEG -0.5 ± 0 7 00±O2 10 1/27/98 
61 25 61 6 I Room-2 A Wall Wall Intact Drywall Beige 0.01 ± 0.10 NEG 0.2 ± 0.7 o O± 0.1 10 1/27/98 
62 25 62 6 I Room-2 B Wall-Upr Walt-Upr Intact Drywall Beige 0.01 ± 0.17 NEG -0 I ±0.6 00 ± 0.2 10 1127/98 
63 25 63 6 I Room-2 C Wall-Upr Wall-Upr Intact Drywall BeIge 005 ± 0.30 NEG -0.2 ± 0.7 01±03 3 I 1127/98 
64 25 64 6 I Room-2 D Wall-Upr Wall-Upr Intact Drywall BeIge 013 ± 0 28 NEG 0.1 ±06 o I ± 0.3 66 1/27/98 
65 25 65 6 I Room-2 D Wall-Lwr Wall-Lwr Intact Wood Beige 001 ±O 19 NEG ·03 ± 0 5 00±02 10 1/27/98 
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66 25 66 6 I Room-2 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.04,,040 NEG -02 ± 0 7 0.0 ± 0.4 1.8 1127/98 

67 25 67 6 I Room-2 B Wall-Lwr Wall-Lwr Intact Wood Beige 001,,0.15 NEG -0.1 ± 0.6 0.0 ± 0.2 10 1127/98 

68 25 68 6 I Room-2 B Wall-Lwr Chair-rail Intact Wood Beige 0.17,,0.29 NEG -0.4 ± 0.6 02±03 7.3 1127/98 

69 25 69 6 I Room-2 B Wall-Lwr Baseboard Intact Wood Beige 051,,0.30 NEG 0.9 ± 0 5 05 ± 0.3 4.4 1/27/98 

70 25 70 6 I Room-2 B Door Bulkhd-Dr Intact Wood Beige 06H 031 NEG 0.8 ± 0.4 0.6 ± 0.3 43 1127/98 

71 25 71 6 I Room-2 B Bulkhd Dr Casing Intact Wood Beige 071 ,,0.28 NEG 0.9 ± 04 0.7 ± 0.3 3.8 1127/98 

72 25 72 6 I Room-2 D Door Door Intact Wood Beige 0.02,,0.13 NEG -08 ± 0.7 O.O± 0.1 1.0 1/27/98 

73 25 73 6 I Room-2 D Door Casing Intact Wood Beige 0.01,,0.29 NEG -0.1 ± 0.6 0.0 ± 0.3 1.0 1/27/98 

74 25 74 6 I Room-2 A Door Door Intact Wood Beige 0.02,,0.12 NEG 0.3 ± 0.6 O.O±O.I 1.0 1127/98 

75 25 75 6 I Room-2 C Closet Door Intact Wood Beige 0.00,,0.14 NEG -05 ± 0.6 o O± 0.1 10 1127/98 

76 25 76 6 I Room-2 C Closet Jamb Intact Wood Beige 0.00,,0.10 NEG -0.4 ± 0.7 o O± 0.1 1.0 1127/98 

77 25 77 6 I Room-2 C Closet Baseboard Intact Wood Beige 000,,0.10 NEG -02 ± 0.6 O.O±O I 1.0 1/27/98 

78 2S 78 6 I Room-2 A Closet Shelf Intact Wood Beige 000,,010 NEG -08 ± 0.7 O.O±O.I 1.0 1127/98 

79 25 79 6 I Room-2 A Closet Wall Intact Drywa.1I Beige 002,,0.24 NEG 0.2 ± 0.6 00 ± 0.2 2.2 1127/98 

80 25 80 6 I Room-2 B Closet Wall Intact Drywa..I1 Beige 0.17,,0.10 NEG -0.3 ± 0.6 -0.3 ± 0.6 10.0 1127/98 

81 25 81 6 I Room-2 A Closet Wall Intact Drywa.:11 Beige 0.07,,0.10 NEG 0.2 ± 0.6 01 ± 0.1 5.6 1127/98 

82 25 82 6 I Room-2 D Closet Wall Intact Drywa.:I1 Beige 0.21,,0.10 NEG 0.2± 0.6 0.2 ± 0.6 10.0 1/27/98 

83 25 83 6 I Room-2 D Closet Vent-duct Intact Metal Beige 001 ,,0 10 NEG -0.7 ± 0.8 O.O±O I 1.0 1127/98 

84 25 84 6 1 Shutter Cal-I Calibrate Calibrate 0.00,,0.00 0.0 ± 0.0 O.O± 0.0 00 1127/98 

85 25 85 6 1 Calibrate-I Calibrate Calibrate 1.00,~ 0_13 POS 0.4± 0.4 1.00100.1 1.0 1127/98 

86 25 86 6 1 Calibrate-2 Calibrate Calibrate 1.11 :~ 0.24 POS 0.80100.4 1.10100.2 2.3 1127198 

87 25 87 6 I Calibrate··3 Calibrate Calibrate 098,.0.22 NEG 0.2 ± 0 4 1.0 ± 0.2 2.2 1127/98 

88 25 88 6 I Kitchen A Wall Wall Paper Intact Drywalll Beige 0.14,.0.34 NEG 0.4 ± 0.4 0.1 ± 0.3 54 1127/98 

89 25 89 6 I Kitchen B Wall Wall Paper Intact Drywa.11I Beige o 10:.0.45 NEG 0.10100.6 01 ± 0.5 36 1127/98 

90 2S 90 6 1 Kitchen C Wall Wall Paper Intact Drywa:1I Beige 002,.0.16 NEG ·05 ± 0 7 o O± 02 1.0 1/27/98 

91 25 91 6 I Kitchen D Wall Wall Paper Intact Drywa.ll Beige 0.06,.0.45 NEG ·0.4 ± 0.6 010100.5 2.3 1127/98 

92 25 92 6 I Kitchen D Cabinet Door-Out Intact Wood Brown 0.00:.0.10 NEG ·0.20100.5 O.O±O.I 1.0 1/27/98 

93 25 93 6 I Kitchen D Cabinet Door-Ins Intact Wood Brown 0.00,,0.10 NEG ·0.1 ± 0.5 O.O±O.I 1.0 1/27/98 

94 25 94 6 I Kitchen D Cabinet Shelf Intact Wood Brown 000,,0.10 NEG ·0.1 ± 0.6 0.00100.1 1.0 1127/98 

95 25 95 6 I Kitchen C Window Sash Intact Wood Beige 068,.1.12 INCOM 1.4 010 1.0 070101.1 5.5 1127/98 

96 25 96 6 1 Kitche~1 C Window Sash Intact Wood Beige 0.44:~ 0.33 POS 2.30100.6 2.30100.6 3.6 1127198 

97 25 97 6 I Kitchen C Window Casing Intact Wood Beige 0.69,.0.57 NEG 0.8 ± 0.5 07±06 7.5 1127/98 

98 25 98 6 I Kitchen 0 Door Casing Intact Wood Beige 0.06:.028 NEG -0.4 ± 0 7 01±03 1.7 1127/98 

99 25 99 6 I Kitchen D Door Door Intact Wood Beige 050,,044 NEG 0.2 ± 04 0.5 ± 0.4 62 1/27/98 

100 25 100 6 I Kitchen A Door Door Intact Wood Beige 002,,010 NEG 0.2 ± 0.5 00 ± 0.1 1.9 1/27/98 

101 25 101 6 I Kitchen A Cabinet Door-Out Intact Wood Beige 003,,041 NEG -0.20100.6 0.0 ± 0.4 1.6 1/27/98 

102 25 102 6 I Kitchen A Cabinet Door-Ins Intact Wood Beige 0.02,.0.10 NEG 0.1 ± 0.6 00010 0.1 10 1127/98 

103 25 103 6 I Kitchen A Cabinet Wall Intact Wood Beige 0.01,.0.10 NEG ·0.4 ± 0.7 0.00100.1 1.0 1/27/98 

104 25 104 6 I Kitchen A Cabinet Shelf Intact Wood Beige 0.00,,0.10 NEG 0.1 ± 0 5 O.O±O.I 1.0 1127/98 

lOS 25 lOS 6 I Kitchen C Wall-Lwr paneling Intact Wood Brown 0.00,,010 NEG -0.4 ± 0.7 0.0 ± 0.1 1.0 1127/98 

106 25 106 6 I Kitchen 0 Wall Baseboard Intact Wood Beige 001,,013 NEG -0.2 ± 0.6 0.00100.1 1.0 1127/98 

107 25 107 6 I Kitchen A Wall Wall-Rgstr Intact Metal White 0.14,,0.28 NEG 0.0 ± 0.9 0.10100.3 2.7 1/27/98 

108 25 108 6 I Room-3 A Wall-Upr Wall-Upr Intact Drywalll Beige 0.06,.0.32 NEG 02 ± 0.7 0.10100.3 3.2 1127/98 

109 25 109 6 I Room-3 B Wall-Upr Wall-Upr Intact Drywa.lI Beige 0.01,.0.21 NEG 02 ± 0.6 0.0 ± 0 2 1.0 1/27/98 

110 25 110 6 I Room-3 C Wall-Upr Wall-Upr Intact Drywalll Beige 0.04,.022 NEG 0.2 ± 0.4 00 ± 0.2 2.7 1127/98 

III 25 III 6 I Room-3 0 Wall-Upr Wall-Upr Intact Drywalll Beige 0.01,.010 NEG 0.2 ± 0.6 00010 0.1 10 1127/98 

112 25 112 6 I Room-3 0 Wall-Lwr Wall-Lwr Intact Wood Beige 0.07,.0.43 NEG ·0.10100.7 0.10100.4 3.1 1127/98 

113 25 113 6 I Room-3 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.01,,0.27 NEG ·040100.7 0.0 ± 0.3 1.0 1127/98 

114 25 114 6 I Room·) B Wall-Lwr Wall-Lwr Intact Wood Beige 0.68,.0.33 NEG 06±04 0.7 ± 0.3 46 1127/98 

115 25 liS 6 I Room-3 A Wall-Lwr Wall-Lwr Intact Wood Beige 0.22,.0.10 NEG 0.1 ± 0.6 010100.6 10.0 1/27/98 

116 25 116 6 I Room-3 A Wall-Lwr Chair-rail Intact Wood Beige 002,.0.28 NEG ·0.6 ± 0.7 0.0 ± 0 3 1.7 1127/98 

117 25 117 6 I Room-3 A Wall-Lwr Baseboard Intact Wood Beige o 11 ,.033 NEG 06 ± 0.4 0.1 ± 0.3 4.6 1127/98 

118 25 118 6 1 Room-31 A Cabinet-Lwr Door-Out Intact Wood Beige 1.51 ,~0.70 POS 0.80100.5 1.50100.7 7.3 112719'8 

119 25 119 6 I Room-) A Cabinet-Lwr Inside Intact Wood Beige 0.370<0.10 NEG 02 ± 0.4 0.4 ± 0 I 1.6 1/27/98 

120 25 120 6 1 Room-) A Cabinet-Lwr Shelf Intact Wood Beige 0.25,,0.12 NEG 0.2 ± 0.5 0.30100.1 1.6 1127/98 

121 25 121 6 I Room-), A Cabmet-Upr Shelf Intact Wood Beige 0.21,.0.16 NEG -0.1 ± 0.7 02010 0.2 1.4 1127/9'8 

122 25 122 6 I Room-3 A Cabinet-Upr Wall Intact Wood Beige 0.42,.0.16 NEG 0.6 ± 0.4 0.4 ± 0.2 2.4 1127/9'8 

123 25 123 6 1 Room-31 A Cabinet-Upr Door-Out Intact Wood Beige 1.84,~ 1.33 POS 2.60100.8 2.60100.8 6.2 112719'8 

124 25 124 6 1 Room-), B Door Door Intact Wood Beige 0.53,.0.24 NEG 02±04 0.5 ± 0.2 3.7 1127/98 

125 25 125 6 I Room-3 0 Door Casing Intact Wood Beige 0.41 ,,0.21 NEG 0.3 ± 0 4 0.4 ± 0.2 33 1127/98 

126 25 126 6 I Room-3 D Door Door Intact Wood Beige 0.30,,0.21 NEG 02 ± 0.4 OJ ± 0 2 36 1127/98 

127 25 127 6 I Room-3 C Window Casing Intact Wood Beige 0.34,.0.17 NEG 0.5 ± 0.4 03 ± 0.2 29 1127/98 

128 25 128 6 1 Room-31 C Window Sash Intact Wood Beige 0.43,~ 0.15 POS 1.90100.5 1.90100.5 2.2 112719'8 

129 25 129 6 I Room-3, C Window Boxing Intact Wood Beige 0.18:.018 NEG 02±07 0.2 ± 0.2 1.6 1127/98 

130 25 130 6 1 Room-3, C Floor Floor Intact Wood Varnish 001,.0.31 NEG -0.2 ± 0.8 00 ± 0.3 1.0 1/27/98 

1<1 25 131 6 I Hall-3 C Floor Floor Intact Wood Varnish 000,.010 NEG ·02±0.7 0.00100.1 10 1127/98 
n I\f\ _~ 1'\ '" 1I.n:r.. (\"l.J...1\7 fI{).+f11 1 n 11?7/9R 
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134 25 134 6 I Hall-3 B Stairs flaseboard-Ins Intact Wood Beige 1.08 ± 0.30 POS 0.8± 0.5 1.1 ± 0.3 3.3 1127/98 
135 25 135 6 I Hall-3 B Stairs RIser Intact Wood Beige 039 ± 0.\3 NEG 0.0 ± OA 04±01 2.1 1/27/98 
136 25 136 6 I Hall-3 A Wall-Upr Wall-Upr Intact Drywall BeIge 007 ± 0.28 NEG 04±08 0.1 ± 0 3 47 1127/98 
137 25 137 6 I Hall-:! C Wall-Upr Wall-Upr Intact Drywall Beige 008 ± 0 46 NEG 0)±07 0.1 ± 0 5 28 1127/98 
138 25 138 6 I Hall-3 B Wall-Upr Wall-Upr Intact Drywall Beige 0.19±036 NEG 0.2 ± 0 4 0.2 ± OA 6.2 1!27/98 
139 25 139 6 I Hall-3 0 Wall-Upr Wall-Upr Intact Drywall Beige 016 ± 0.29 NEG 02±04 0.2 ± 0 3 64 1127/98 
140 25 140 6 I Hall-3 D Wall-Lwr Wall-Lwr Intact Wocd Beige 0.03±027 NEG -0.2 ± 0.6 O.O± 0.3 2 I 1/27/98 
141 25 141 6 I Hall-3 0 Wall-Lwr Chair-rail Intact Wood Beige 0.06±0 18 NEG 1.0 ± OA 0.1 ± 0 2 4.7 1127/98 
142 25 142 6 I Hall-3 C Wall-Lwr Baseboard Intact Wocd Beige 024 ± 019 NEG 1.0 ± 0.4 0.2 ± 0.2 3.3 1127/98 
143 25 143 6 I Hall-3 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.06 ± 0.27 NEG 02 ± OA 01 ± 0.3 3.4 1/27/98 
144 25 144 6 I Hall-3 A Wall-Lwr Wall-Lwr Intact Wocd Beige 0.12±0.10 NEG -0.1 ± 0.7 -0.1±0.7 10.0 1!27/98 
145 25 145 6 I Hall-3 0 Door Door Intact Wocd Beige 033 ± 0.23 NEG 0.3 ± OA 0.3 ± 0.2 3.8 1127/98 
146 25 146 6 I Hall-3 0 Door Casing Intact Woed Beige 0.31±013 NEG 0.6 ± OA 0.3 ±O.I 2.2 1/27/98 
147 25 147 6 I Hall-3 C Door Door Intact Wood Beige 0.26 ± 0.1 I NEG 0.3 ± 0.4 0.3 ± 0.1 2.0 1/27/98 
148 25 148 6 I Hall-3 B Cabinet Door-Out Intact Wood Beige 016±020 NEG 0.3 ± 0.7 0.2 ± 0.2 19 1!27/98 
149 25 149 6 I Hall-3 B Cabmet Shelf Intact Wood Beige 0.00 ± 0.10 NEG 01±06 O.O±O I 1.0 1/27/98 
150 25 150 6 I Hall-3 B Cabinet InsIde Intact Wocd Beige 097 ± 0.26 NEG 0.8 ± 0 4 \.0 ± 0.3 29 1127/98 
lSI 25 lSI 6 1 Porch-2 B Wall Wall Intact Masonite White 3.94 ± 2.16 pas 5.1 ± 1.5 5.1 ± l.5 2.6 1/27/98 
152 25 152 6 I Porch-2 D Porch Columns Intact Wood White 3.95 ± 2.14 POS 18.6 ± 2.9 18.6 ± 2.9 3.1 1127/98 
153 25 153 6 I Porch-2 0 Porch Lattice Intact Wood White 0.00 ± 0.10 NEG -OA ± 0 7 00±01 1.0 1/27/98 
154 25 154 6 ) Porch-2 0 Wall-Lwr Wall-Lwr Intact Wood White 000 ± 0.11 NEG -0.2±06 0.0 ± 0.1 10 1/27/98 
155 25 ISS 6 1 Porch-2 B Door-l Door Intact Wood White »5.0± 1.00 pas 13.1 ± 2.7 13.1 ± 2.7 3.4 1127/98 
156 25 156 6 I Porch-2 B Door-I Casing Intact Wood White »5.0± 1.00 pas 16.1± 2.7 16.1 ± 2.7 2.8 1127/98 
157 25 157 6 I Porch-2 B Door-2 Door Intact Wood White 3.94 ± 2.16 POS 13.3 ± 2.5 13.3 ± 2.5 2.1 1127/98 
158 25 158 6 I Porch-2 B Door-3 Door Peeling Wood White »5.0 ± 1.00 POS 11.4 ± 2.3 11.4 ± 2.3 2.2 1127/98 
159 25 159 6 I Porch-2 0 Door-4 Screen-dr Intact Wood White 0.96 ± 1.22 pas 5.4± 2.0 5.4±2.0 3.4 1127/98 
160 25 160 6 I Porch-I A Porch Columns Intact Wood White »5.0 ± 1.00 POS 18.2 ± 3.1 18.2 ± 3.1 2.6 1127/98 
161 25 161 6 I Porch-I A Porch Lattice Intact Wood White »5.0± 1.00 POS 17.6 ± 2.8 17.6 ± 2.8 4.1 1127198 
162 25 162 6 I Porch-I B Wall Wall Intact Masonite White »5.0± 1.00 POS 9_9± 2.4 9.9±2.4 5.0 1/27/98 
163 25 163 6 I Porch-I C Wall Wall Intact Masonite White O.oI±0.18 NEG 03 ± 0.7 00 ± 0.2 10 1127/98 
164 25 164 6 I Porch-I D Wall Wall Intact Masollite White »5.0± 1.00 pas 9.0± 2.3 9.0±2.3 4.3 1/27/98 
165 25 165 6 I Porch-I D Door Door Intact Wocd White OA8 ± 0.22 NEG 0.8 ± OA 0.5 ± 0.2 30 1/27/98 
166 25 166 6 I Porch-l D Door Casing Peeling Wood White »5.0± 1.00 POS 19.5 ± 3.2 19.5± 3.2 4.9 1127/98 
167 25 167 6 I Porch-l A Door Casing Peeling Wood White »5.0± 1.00 pas 23.7 ± 3.3 23.7 ± 3.3 5.1 1/27/98 
168 25 168 6 I Porch-I C Door Casing Peeling Wood White 0.09 ± 0.46 NEG -0 I ± 0.6 0.1 ± 0.5 35 1/27/98 
169 25 169 6 I Porch-I C Door Door Peeling Wood White 0.02 ± 0.12 NEG -04 ± 0.6 O.O±O.I 10 1127/98 
170 25 170 6 I Porch-I A Cabinet Door·lns Intact Wood Beige 0.03 ± 0.13 NEG 0.1 ± 0 4 O.O±O.I 14 1127/98 
171 25 171 6 I Porch-I A Cabinet Shelf Peeling Wood Beige O.OO±O 10 NEG -0 I ± 0.7 O.O±O I 1.0 1/27/98 
172 25 172 6 I Porch-I C Cabinet Wall Intact Drywall Beige 0.01 ± 0.10 NEG 0.2 ± OA O.O±O.I 1.0 1/27/98 
173 25 173 6 I Porch-I A Window Screen-sash Intact Wood White 1.20 ± 0.82 POS 10.6 ± 2.3 10.6 ± 2.3 2.0 1127198 
174 25 174 6 I Garage-lint C Door Door Intact Wood White 0.01 ±O 15 NEG -0.5 ± 0.7 O.O± 0 2 10 1/27/98 
175 25 175 6 1 Garage-Int C Door Jamb Intact Wood White »5.0± 1.00 POS 21.2 ± 3.2 21.2 ± 3.2 2.7 1/27198 
176 25 176 6 I Garage-lint A Door Casing Intact Wood White 0.01 ± 0.10 NEG -0.1 ±0.6 O.O±O.I 10 1/27/98 
177 25 177 6 I Shutter Cd-I Calibrate Cahbrate 0.00 ± 0 00 OO±OO 0.0 ± 0 0 00 1/27/98 
178 25 178 6 1 Calibrale-I Calibrate Calibrate 1.07 ± 0.14 pas 0.6 ± 0.4 1.1 ± 0.1 1.1 1127/98 
179 25 179 6 1 Calibrat,e-2 Calibrate Calibrate 1.11 ± 0.24 POS 1.1 ± 0.4 1.1 ± 0.2 2.3 1127198 
180 25 180 6 I Calibrat,e-3 Calibrate Calibrate 1.09± 0.24 pas 0.4±0.4 l.l ± 0.2 2.3 1127198 
181 25 I 3 2 Shutter Cal-I Calibrate Calibrate o OO± 0.00 0.0 ± 0.0 O.O± 0.0 0.0 1/27/98 
182 25 2 3 2 Calibrat,e-I Calibrate Calibrate 1.10 ± 0.14 POS 0.7 ± 0.7 1.1 ± 0.2 1.0 1127/98 
183 25 3 3 2 Calibrat,e-2 Calibrate Calibrate 1.09 ± 0.25 pas -0.2 ± 0.7 1.1 ± 0.2 2.3 1127198 
184 25 4 3 2 Room-I A Wall-Upr Wall-Upr Intact Drywall BeIge 0.00 ± 0.15 NEG -05±1.3 O.O± 0.2 1.0 1/27/98 
185 25 5 3 2 Room-I B Wall-Upr Wall-Upr Intact Drywall Beige 0.13 ± 0 48 NEG 01 ± 1.0 0.1 ± OA 4.3 1/27/98 
186 25 6 3 2 Room-I C Wall-Upr Wall-Upr Intact Dryw.all Beige 028 ± 0 20 NEG 0.1 ± 0 5 0.1 ±04 100 1/27/98 
187 25 7 3 2 Room-I D Wall-Upr Wall-Upr Intact Drywall Beige 0.27 ± 0 20 NEG 01 ±0.6 0.1 ± 0.6 10.0 1/27/98 
188 25 8 3 2 Room-I 0 Wall-Lwr Wall-Lwr Intact Wood Beige 0.14 ± 0.27 NEG 02±09 0.1 ±0.2 7.7 1127/98 
189 25 9 3 2 Room-I C Wall-Lwr Wall-Lwr Intact Wood Beige 0.17±0.1O NEG -0.9 ± 0.6 -09 ± 0 6 100 1/27/98 
190 25 10 3 2 Room-I B Wall-Lwr Wall-Lwr Intact Wood Beige 0.09 ± 0.24 NEG -0 8± 0.8 01±02 66 1/27/98 
191 25 II 3 2 Room-I A Wall-Lwr Wall-Lwr Intact Wood Beige o 20± 0.17 NEG -06 ± 0 6 -06 ± 0.6 10.0 1127/98 
192 25 12 3 2 Room-I A Wall Baseboard Intact Wood Beige 1.32 ± 0.67 POS 1.6 ± 0.8 1.3 ± 0.6 7.2 1127/98 
193 25 13 3 2 Room-I A Wall Chair-rail Intact Wood Beige 015 ± 0.28 NEG OA ± 0.7 0.1 ± 0.2 66 1/27/98 
194 25 14 3 2 Room-I A Floor Floor Intact Wood Varnish OOO±O.lO NEG -0.7± 1.0 00 ± 0.2 10 1127/98 
195 25 15 3 2 Room-I B Door-I Door Intact Wood Beige 086 ± 0 25 NEG 05 ± 0.7 0.9 ± 0.2 29 1/27/98 
196 25 16 3 2 Room-I C Door-2 Door Intact Wood Beige 1.49 ± 0.45 POS 1.2 ± 0.8 1.5 ± 0.4 4.2 1/27/98 
197 25 17 3 2 Room-I C Door-3 Casing Intact Wood Beige 1.44 ± 0.43 pas 1.4 ± 0.8 1.4 ± 0.4 3.8 1/27/98 
198 25 18 3 2 Room-I A Window-I Stool Intact Wood Beige 2.46 ± 1.37 POS 3.5 ± 1.6 2.5 ± 1.4 4.7 1127/98 
199 25 19 3 2 Room-I D Window-2 Sash Intact Wood Beige 0.49 ±0.16 POS 2.1 ±0.7 2.1 ± 0.8 2.8 1127/98 
200 25 20 3 2 Room-I A Closet-2 Door Intact Wood Beige 065 ± 0.21 NEG 02±07 07±02 2.7 1/27/98 
201 25 21 3 2 Room-I A Closet-I CasIDg Intact Wood BeIge 0.78 ± 168 INCOM 08 ± 2.6 0.8 ± 1.6 27 1/27/98 
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202 25 22 3 2 Room-I A Closet-I Casing Intact Wood BeIge 0.62 ± 017 NEG 0.1 ± 0.7 0.6 ± 0.2 2.0 1127/98 
203 25 23 3 2 Room-I B Closet-I Baseboard Intact Wood Beige 0.37 ± 0 47 NEG 02: ± 0.6 04±04 7.7 1/27/98 
204 25 24 3 2 Room-I C Closet-2 Shelf Intact Wood Beige O.l1±037 NEG -06±08 0.1 ± 0.4 47 1127/98 
205 25 25 3 2 Room-I C Closet-2 Hanger-rod Intact Metal Beige 0.30 ± 0 40 NEG 06±09 03 ± 0.4 7.4 1/27/98 
206 25 26 3 2 Room-I A Closet-2 Wall Intact Drywall Beige 0.38 ± 0.29 NEG -0 I ± 0 7 0.4 ± 0.2 46 1127/98 
207 25 27 3 2 Room-I B Closet-2 Wall Intact Drywall Beige 031 ± 0.48 NEG 0.2: ± 0 7 0.3 ± 0 4 67 1127/98 
208 25 28 3 2 Room-I C Closet-I Wall Intact Drywall Beige 042 ± 0.30 NEG -0.41 ± 0 6 -0.4 ± 0.6 100 1/27/98 
209 25 29 3 2 Room-I D Closet-I Wall Intact Drywall BeIge 0.10±054 NEG -0.5 ± 1.3 01 ± 0.6 3.0 1/27/98 
210 25 30 3 2 Room-I C Wall Wa.ll-Rgstr Intact Metal BeIge o 14±027 NEG 0.9 ± 0 7 0.1 ± 0.2 6 I 1127/98 
211 25 31 3 2 Room-2 A Wall-Upr Wall-Upr Intact Drywall Beige 0.37 ± 0 24 NEG 0.9 ± 0.5 09 ± 0.4 10.0 1/27/98 
212 25 32 3 2 Room-2 B Wall-Upr Wall-Upr Intact Drywall Beige 041 ±0.27 NEG 0.5~ ± 0.5 05 ± 0.4 10.0 1127/98 
213 25 33 3 2 Room-2 C Wall-Upr W:all-Upr Intact Drywall Beige 0.42 ±0.27 POlS 1.1 ± 0.5 1.1 ± 0.4 10.0 1/27/98 

214 25 34 3 2 Room-2 D Wall-Upr W:all-Upr Intact Drywall Beige 0.80 ± 0.50 POlS 1.2: ± 0.5 1.2 ± 0.4 10.0 1/27/98 

215 25 35 3 2 Room-2 D Wall-Lwr W'lll-Lwr Intact Wood Beige 1.00 ± 0.64 POlS UI±0.6 1.0±0.6 9.7 IIZ7I98 
216 25 36 3 2 Room-2 C Wall-Lwr Wall-Lwr Intact Wood Beige 090 ± 0.58 NEG O.O± 0.6 O.O± 0.6 10.0 1/27/98 
217 25 37 3 2 Room-2 B Wall-Lwr Wall-Lwr Intact Wood Beige 031±0.21 NEG 08 ± 0.4 08±04 10.0 1/27/98 

218 25 38 3 2 Room-2 A Wall-Lwr W.all-Lwr Intact Wood Beige 0.06 ± 0.42 NEG -02± 1.2 0.1 ± 0.4 2.7 1/27/98 

219 25 39 3 2 Room-2 A Wall Ba!leboard Intact Wood Beige 1.29 ± 0.92 P(]IS 1.1' ± 0.8 1.7 ± 0.8 9.6 1/27/98 

220 25 40 3 2 Room-2 A Wall Chair-r8l1 Intact Wood Beige 0.70 ± 0.44 NEG 0.7 ± 0.4 0.7 ± 0.4 10.0 1/27/98 

221 25 41 3 2 Room-2 A Floor Floor Intact Wood Varnish OOO±O.IO NEG -0.2:± 0.9 O.O± 0.2 1.0 1127198 

222 25 42 3 2 Room-2 C Door-I Door Intact Wood Beige 065±0.21 NEG 0.7 ± 0.7 0.6 ± 0.2 26 1127/98 

223 25 43 3 2 Room-2 C 000r-2 Casing Intact Wood Beige 084 ± 0.29 NEG -03 ± 0.7 0.8± 0.2 34 1/27/98 

224 25 44 3 2 Room-2 A Window-l Stool Intact Wood Beige 1.49 ± 0.44 POlS 1.31 ± 0.9 1.5 ± 0.4 3.4 IIZ7I98 

225 25 45 3 2 Room-2 A Window-I Sash Intact Wood Beige 0.89 ± 0.26 PCIS Hi ± 0.9 2.6 ± 0.8 2.6 1/27/98 

226 25 46 3 2 Room-2 A Closet-I Door Intact Wood Beige 0.79 ± 0.20 NEG 0.2 ± 0 7 08 ± 0.2 2.2 1/27/98 

227 25 47 3 2 Room-2 A Closet-I Casing Intact Wood Beige 0.79 ± 0.18 NEG 0.9 ± 0 7 0.8 ± 0 2 18 1/27198 

228 25 48 3 2 Room-2 B Closet-I Baseboard Intact Wood Beige 0.98 ± 0.42 P(]IS 1.0± 0.8 1.0±0.4 4.9 IIZ7I98 

229 25 49 3 2 Room-2 C Closet-I Shelf Intact Wood Beige 0.17 ± 0.56 NEG -1.1±\.I 0.2 ± 0.6 4.8 1/27198 

230 25 50 3 2 Room-2 C Closet-I Hanger-rod Intact Metal Beige 0.33 ± 0.31 NEG 0.2 ± 0 9 03 ± 0.4 50 1127198 

231 25 51 3 2 Room-2 A Closet-I Wall Intact Drywall Beige 0.68 ± 0.21 NEG 03 ± 0 7 0.7± 0.2 26 1127198 

232 25 52 3 2 Room-2 B Closet-I Wall Intact Drywall Beige 0.80 ± 0.51 NEG 03 ± 0.7 0.8 ± 0.6 6.6 1127198 

233 25 53 3 2 Room-2 C Closet-I Wall Intact Drywall Beige 1.37 ± 0.53 P(]IS UI±0.7 1.4 ± 0.6 5.6 IIZ7I98 

234 25 54 3 2 Room-2 D Closet-I Wall Intact Drywall Beige 1.52 ± 0.61 P(]IS l.~i± 0.8 1.5 ± 0.6 6.2 IIZ7I98 

235 25 55 3 2 Room-2 C Wall Wall Intact Metal Beige 027 ± 0.45 NEG 0.5 ± 0 9 0.3 ± 0.4 6.5 1/27198 
236 25 56 3 2 Bath-2 A Wall Wall Intact Other Beige 1.66 ± 0.82 P(]IS \.2: ± 0.8 1.2 ± 0.8 8.1 1/27198 
237 25 57 3 2 Bath-2 B Wall Wall Intact Other Beige 002 ± 033 NEG -0.41± 1.1 0.0 ± 0.4 1.4 1/27/98 

238 25 58 3 2 Bath-2 C Wall Wall Intact Other Beige 001±025 NEG -0.3 ± \.I 00 ± 0.2 1.0 1127/98 

239 25 59 3 2 Bath-2 D Wall Wall Intact Other Beige 004 ± 0.23 NEG -1.4±10 0.0 ± 0 2 40 1/27198 

240 25 60 3 2 Bath-2 A Door Ooor Intact Wood Beige 1.38 ± 0.52 P(]IS 1.1 ± 0.7 1.4 ± 0.6 5.3 1/27/98 

241 25 61 3 2 Bath-2 A Door Casing Intact Wood Beige 1.28 ± 0.76 P(]IS 2.~i ± 0.9 2.5± 0.8 8.2 1127198 

242 25 62 3 2 Bath-2 B Window Stool Intact Wood Beige 1.83 ± 1.06 P(]IS 3.2: ± 1.1 3.2 ± 1.0 7.6 IIZ7I98 

243 25 63 3 2 Bath-2 B Window Sash Intact Wood Beige 2.27 ± 1.03 P(]IS 4.0± 1.6 4.0 ± 1.6 3.5 1127198 

244 25 64 3 2 Room-3 A Wall-Upr Wall-Upr Intact Drywall Beige 0.00 ± 0.10 NEG 0.0 ± 1.0 O.O± 0.2 1.0 1127198 

245 25 65 3 2 Room-3 B Wall-Upr Wall-Upr Intact Drywall Beige 000±010 NEG 0.9 ± 0.7 O.O± 0.2 10 1/27198 

246 25 66 3 2 Room-3 C Wall-Upr W:III-Upr Intact Drywall Beige 0.55± 0.35 P(]IS \.2:±0.5 1.2 ± 0.4 10.0 l1Z7I98 

247 25 67 3 2 Room-3 0 Wall-Upr Wall-Upr Intact Drywall Beige o 35± 0 23 NEG 04±05 0.4 ± 0.4 100 1/27/98 

248 25 68 3 2 Room-3 0 Wall-Lwr W:lIl-Lwr Intact Wood Beige 0.10 ± 0 43 NEG 02±09 0.1 ± 0.4 3.6 1/27198 

249 25 69 3 2 Room-3 C Wall-Lwr Wall-Lwr Intact Wood Beige 041 ±029 NEG OO±06 00 ± 0.6 10.0 1127198 

250 25 70 3 2 Room-3 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.36 ± 0 41 NEG 09 ± 0.5 0.4 ± 0.4 79 1/27198 

251 25 71 3 2 Room-3 A Wall-Lwr W:dl-Lwr Intact Wood Beige 0.25 ± 0.35 NEG 00±08 0.3 ± 0.4 75 1/27198 

252 25 72 3 2 Room-3 A Wall Ba!leboard Intact Wood Beige 0.48 ± 0.26 P(]IS U±O.S 1.2 ± 0.4 6.8 1127198 

253 25 73 3 2 Room-3 A Door Cro'WD-mold Intact Wood Beige 0.07 ± 010 NEG 0.0 ± 0 6 00 ± 0.6 100 1127198 

254 25 74 3 2 Room-3 A Floor Floor Intact Wood Varnish 0.00 ± 0 17 NEG -0.6 ± I 2 0.0 ± 0.2 1.0 1127/98 

255 25 75 3 2 Room-3 A Door-I Door Intact Wood Beige 0.93 ± 0 32 NEG 0.6 ± 0 7 0.9 ± 0.4 3.6 1/27198 

256 25 76 3 2 Room-3 B 000r-2 Door Intact Wood Beige 056 ± 0.23 NEG 01 ± 0.7 06±02 3.1 1/27/98 

257 25 77 3 2 Room-3 B 000r-3 Door Intact Wood Beige 0.61 ± 0 22 NEG 0.3 ± 0.7 06±02 28 1/27198 
258 25 78 3 2 Room-3 B Door-3 Casing Inlact Wood Beige 0.90± 0.20 POlS 1.2: ± 0.5 1.2 ± 0.4 4.1 IIZ7I98 

259 25 79 3 2 Room-3 C Closet-2 IDoor Intact Wood Beige 0.86 ± 0.22 NEG I O± 0.6 0.9 ± 0.2 24 1/27/98 
260 25 80 3 2 Room-3 C Closet-2 Casing Intacl Wood Beige 0.94 ± 0.17 POlS 1.41 ± 0.5 1.4 ± 0.4 3.2 l1Z7I98 
261 25 81 3 2 Room-3 A Closet-I Baseboard Intact Wood Beige 0.58 ± 0.42 NEG 02:±07 0.6 ± 0 4 5.6 1127198 
262 25 82 3 2 Room-3 A Closet-I Shelf Intact Wood Beige o 18±053 NEG -0 9± I I 0.2 ± 0 6 4.9 1127/98 
263 25 83 3 2 Room-3 A Closet-2 Hanger-rod Intact Metal Beige 021±033 NEG -0 I ± I I 02 ± 0.4 4.2 1/27/98 
264 25 84 3 2 Room-3 A Closet-2 Wall Inlact Drywall Beige 2.11 ± 1.07 POlS 1.3i ± 0.8 1.3 ± 0.8 8.7 1127198 

265 25 85 3 2 Room-3 B Closet-2 Wall Intact Drywall BeIge 052 ± 0.32 NEG 05±07 0.5 ± 0 4 48 1/27198 
266 25 86 3 2 Room-3 C Closet-I Wall Inlact Drywall Beige 1.15 ± 0.25 POlS 0.1' ± 0.7 1.2±0.2 2.4 1/27198 
267 25 87 3 2 Room-3 D Closel-I Wall Intact ~rJwa.1I !!e~ge 1.10 ± 0.80 POlS O.4l±0.7 1.1 ± 0.8 9.7 1127198 
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270 25 90 3 2 Bath-2 D CabInet Insid,: Intact Wood Beige 000 ± 0.10 NEG 00"-08 00±02 10 1/27/98 
271 25 91 3 2 Shutler Cal-I Calibrate Callbmte OOO± 000 0.0 ± 0 0 OO±OO 00 1/27/98 
272 25 92 3 2 Calibrate-I Calibrate Calibrille 1.11 ± 0.14 POS 0.8 ± 0.7 1.1 ± 0.2 1.1 1127/98 
273 25 93 3 2 Calibrate-2 Calibrate Calibrllte 1.00 ± 0.22 POS 0.2 ± 0.7 1.0 ± 0.2 2.1 1/27/98 
274 25 94 3 2 Bath-3 A Wall Wall Intacl Other Beige 001 ± 0 25 NEG 01 ± 1 0 00±02 10 1/27/98 
275 25 95 3 2 Balh-3 B Wall Walll Intact Other Beige 1.78 ± 0.72 POS 1.5 ± 0.8 1.8 ± 0.8 6.8 1127/98 
276 25 96 3 2 Bath-3 C Wall Walll Inlact Other Beige 1.77 ± 0.76 POS 2.0 ± 0.8 1.8 ± 0.8 6.6 1127198 
277 25 97 3 2 Bath-3 D Wall Walll Inlact Other Beige 1.99 ± 1.48 POS 3.2 ± 1.3 3.2 ± 1.2 7.5 1/27198 
278 25 98 3 2 Bath-3 I> Door Door Intact Wood Beige 2.25 ± 1.22 POS 2.3 ± 1.2 2.3 ± 1.2 5.5 1127198 
279 25 99 ) 2 Batb-) D Door Casing Intact Wood Beige 1.74 ± 0.71 POS 2.3 ±0.9 1.7 ± 0.8 4.9 1127198 
280 25 100 ) 2 Bath-3 C Window Stool Intact Wood Beige 0.03±0.14 POS 2.1 ± 0.8 2.1 ± 0.8 2.1 1127198 
281 25 101 3 2 Batb-3 C Window Sash Intact Wood Beige 1.75 ± 0.93 POS 5.0± 1.8 5.0 ± 1.8 3.7 1127198 
282 25 102 3 2 Bath-3 B Cabinet Door-Out Inlact Wood Beige O.OO±O 10 NEG -0.1 ± 1.0 00±02 1.0 1/27/98 
283 25 103 3 2 Bath-3 B Cabinet Insid,: Intact Wood Beige 002 ± 010 NEG -0.7 ± 1.1 0.0 ± 0.2 3.0 1127/98 
284 25 104 3 2 Hall-4 A Wall-Upr Wall-Upr Intact Drywall Beige 0.09 ± 0.10 NEG -02 ± 1 2 01 ± 0.2 72 1/27/98 
285 25 105 3 2 Hall-4 B Wall-Upr Wall-Upr Intact Drywall Beige 012±0.\3 NEG 0.2 ± 0.5 02±04 89 1/27/98 
286 25 106 3 2 Hall-4 C Wall-Upr Wall-Upr Intact Drywall Beige O.OO±O.IO NEG -0.6 ± I 2 0.0 ± 0.2 1.0 1/27/98 
287 25 107 3 2 Hall-4 0 Wall-Upr Wall-Upr Intact Drywall Beige 001±0.1O NEG 0.1±1.0 0.0 ± 0.2 25 1/27/98 
288 25 108 3 2 Hall-4 0 Wall-Lwr Wall-Lwr Intact Wood Beige 0.00 ± 0.10 NEG -1.0 ± 1.1 0.0 ± 0.2 10 1127/98 
289 25 109 3 2 Hall-4 C Wall-Lwr Wall-Lwr Intact Wood Beige 001±0.10 NEG -07± 1.2 0.0 ± 0.2 2.0 1/27/98 
290 2S 110 3 2 Hall-4 B Wall-Lwr Wall-Lwr Intact Wood Beige 000±0.10 NEG -06 ± 1.2 0.0 ± 0 2 10 1127/98 
291 25 III 3 2 Hall-4 A Wall-Lwr Wall-Lwr Intact Wood Beige 0.09 ± 0.10 NEG -1.2 ± 1.1 01±02 6.1 1/27/98 
292 25 1I2 3 2 Hall-4 A Wall Baseboard Intact Wood Beige 0.63 ± 0.24 NEG 1.0 ± 0.6 06 ± 0.2 3.9 1/27198 
293 25 113 3 2 Hall-4 A Wall Chair-rail Intact Wood Beige 010 ± 010 NEG -0.1 ±0.6 -0.1 ± 0 6 10.0 1/27/98 
294 2S 114 3 2 Hall-4 A Floor FloolC Intact Wood Varnish 000±010 NEG -0.2 ± 1.1 O.O± 0.2 1.0 1/27/98 
29S 2S liS 3 2 Hall-4 0 Floor Flr-Regstr Intact Metal Grey 002 ± 0 10 NEG -1.J±14 0.0 ± 0 2 1.0 1/27/98 
296 25 116 3 2 Hall-4 A Door-I Door Intact Wood Beige 089 ± 0.29 NEG 0.8 ± 0.7 09±02 33 1/27/98 
297 25 117 3 2 Hall-4 A Door-2 Door Intact Wood Beige 051±023 NEG 0.1 ±06 0.5 ± 0.2 3.3 1/27/98 
298 25 1I8 3 2 Hall-4 0 Ooor-S Casing Intact Wood Beige 0.04 ± 0 35 NEG -09± 1.2 0.0 ± 0 4 2.4 1/27/98 
299 25 119 3 2 Hall-4 B Window Slooll Inlacl Wood Beige 0.00 ± 0.10 NEG -0.1 ± 0 8 0.0 ± 0.2 1.0 1/27/98 
300 25 120 3 2 Hall-4 B Window Sash Intact Wood Beige 0.72 ±0.35 POS 2.8 ± 1.0 2.8 ± 1.0 3.5 1127198 
301 25 121 3 2 Hall-4 D Stairs WallCa~ang Intact Wood Beige 091 ±0.57 NEG 0.9 ± 0.7 0.9 ± 0.6 70 1/27198 
302 25 122 3 2 Hall-4 D Closet Door Intact Wood Beige 0.97± 0.36 POS 0.8 ± 0.7 1.0± 0.4 4.1 1127198 
303 25 123 3 2 Hall-4 0 Closel Casing Intact Wood Beige 0.70 ± 0.23 NEG 0.5 ± 0.7 0.7 ± 0.2 27 1/27/98 
304 25 124 3 2 Hall-4 C Closet Baseboard Intact Wood Beige 0.46 ± 0 32 NEG 0.4 ± 0 7 0.5 ± 0.4 46 1/27198 
305 25 125 3 2 HalH B Closet Shelf Intacl Wood Beige 0.10±045 NEG 0.2 ± 0.9 0.1 ±04 30 1127/98 
306 25 126 3 2 Hall-4 B Closet Hanger-rod Intact Metal Beige 0.11 ± 0.50 NEG -17 ± 1 7 0.1 ± 0 4 3.7 1/27/98 
307 25 127 3 2 Hall-4 A Closet Wall Intact Drywall Beige 0.32 ± 0 26 NEG 03 ± 0.6 0.3 ± 0.2 42 1/27/98 
308 25 128 3 2 Hall-4 B Closet Wall Inlact Drywall Beige 052 ± 0.35 NEG 0.0 ± 0.6 O.O± 0.6 \0.0 1/27/98 
309 25 129 3 2 Hall-4 C Closet Wall Intact Drywall Beige 0.28 ± 0.37 NEG 0.2 ± 0 6 03±04 5.6 1127/98 
310 25 130 3 2 Hall-4 D Closet Wall Intact Drywall Beige 0.45 ± 0 35 NEG 02±06 04±0.4 5.2 1/27/98 
311 25 131 3 2 Hall-4 A Cabinet Door-Out Intact Drywall Beige 0.46 ± 019 NEG 0.2 ± 0 7 05±02 2.7 1/27198 
312 25 132 3 2 Hall-4 A Cabmet Insid,: Intact Drywall Beige 000±010 NEG -1.0 ± 1.2 O.O± 0.2 1.0 1/27/98 
313 25 133 3 2 Hall-4 0 Door IDvrhd-Door Intact Wood Beige 0.01±012 NEG -0.4 ± 1.0 0.0 ± 0 2 1.0 1/27/98 
314 25 134 3 2 Hall-4 D Casing Ovrhd-J)oor Intact Wood Beige 0.54± 0.37 POS 2.0 ± 0.6 2.0±0.6 10.0 1127198 
315 25 135 3 2 Hall-4 D Ceil-regist Casing Inlacl Wood Beige 0.02 ± 0.32 NEG -1.3±1.4 0.0 ± 0 4 1.0 1/27/98 
316 25 136 3 2 Shutler Cal-I Calibrate Calibmte 0.00 ± 0.00 0.0 ± 0.0 O.O± 0 0 0.0 1127/98 
317 25 137 3 2 Calibrate-l Calibrate Calibr1ite 1.12: 0.14 POS 0.3 ± 0.7 1.1 ± 0.2 1.1 1127198 
318 25 138 3 2 Calibrate-2 Calibrate Calibr:ite 1.18 ± 0.27 POS 0.0 ± 0.7 1.2 ± 0.2 2.4 1127198 
319 25 139 3 I Room-I C Ceiling Cellmg Intact Drywall Beige 0.00 ± 0.10 NEG -06± 14 00 ± 0.2 10 1/27/98 
320 25 140 3 I Room-I C Ceiling Crown-mold Intact Wood Beige O.OO±O.IO NEG 0.2 ± 0.9 O.O± 0 2 1.3 1127/98 
321 25 141 3 I Hall-I A Ceiling Ceiling Intact Drywall Beige 006 ± 0.32 NEG OO±IO 01±04 24 1127/98 
322 25 142 3 1 Porch-I D Ceiling Ceiling Intact Wood White »5.0 ± 1.00 POS 10.9 ± 5.3 10.9 ± 5.2 3.7 1127198 
323 25 143 3 1 Hall-2 D Ceilmg Ceiling Inlact Drywall Beige 001 ±O 15 NEG -04 ± 1.2 00±02 10 1/27/98 
324 25 144 3 I Hall-2 D Closet Ceiling Intact Drywall Beige 008 ± 0 43 NEG -02 ± 1.0 01±04 3 I 1127/98 
325 25 145 3 I Room-2 A Closet Ceiling Intact Drywall Beige 005 ± 0 10 NEG -03 ± 0 7 01 ± 02 78 1127/98 
326 25 146 3 I Room-2 A Ceiling Crown-mold Intacl Wood Beige 012±OJ7 NEG 05±04 01±02 75 1/27/98 
327 25 147 3 I Room-2 A Closet Ceiling Intact Drywall Beige OOO± 0.10 NEG O.O± I I 0.0 ± 0.2 10 1/27/98 
328 25 148 3 1 Batb-I D Ceiling Ceiling Intact Drywall Beige 1.56 ± 1.02 POS 1.8 ± 1.0 2.8 ± 1.0 8.8 1127198 
329 25 149 3 I Kitchen 0 Ceiling Ceiling Intact Drywall Beige 0.08 ± 0.24 NEG -0.3 ± 0 8 0.1 ± 0.2 54 1127/98 
330 25 150 3 I Room-3 A Ceiling Ceiling Intact Drywall Beige 0.07 ± 0.36 NEG 04±09 01 ± 0.4 3 1 1/27/98 
331 25 151 3 I Room-3 A Ceiling Crown-mold Intact Wood Beige 0.21 ± 0.16 POS 1.3 ± 0.5 1.3 ± 0.4 10.0 1127/98 
332 25 152 3 1 HaU-3 A Ceiling Crown-mold Intact Wood Beige 0.06 ± 0.16 POS 2.4 ±0.8 2.4 ± 0.8 6.0 1127198 
333 25 153 3 I Hall-3 A Ceiling Ceiling Inlact Drywall Beige 074 ± 0.47 NEG 04±04 04±04 10.0 1/27/98 
334 25 154 3 1 Porch-2 A Ceiling Ceilin,g Intact Wood White »5.0: 1.00 POS 15.3 ± 6.9 15.3 ± 6.8 3.6 1/27/98 
335 25 ISS 3 2 Room-I C Ceiling Ceiling Inlact Drywall Beige 0.50 ± 0 52 NEG 0.5 ± 0 7 05±06 72 1/27/98 
336 25 156 3 2 Room-I C Ceiling Crown-mold Intact Wood Beige 0.51 :0.37 POS 2.7: 0.9 2.7 ± 0.8 10.0 1127/98 
337 25 157 3 2 Room-I A Closel-I Ceiling Intacl Drywall Beige 041±O51 NEG 01±O7 04±06 76 1/27/98 

568 



lite: 25 Date: 1128/98 ('dint Page 6 
unges (NEG<INC<POS): I1evice PCS 

No Site XLNo lnsp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Date Nole 
338 25 158 3 2 Room-;! A Closet Ceiling Intact Drywall Beige 1.52 ± 0.46 POS 1.1 ± 0.7 1.5 ± 0.4 4.4 1127/98 
339 25 159 3 2 Room-2 A Ceiling Ceiling Intact Drywall Beige 000±01O NEG -0.1±1.2 0.0 ± 0.2 1.0 1127/98 
340 25 160 3 2 Room-:! A Ceiling Crown-mold Intact Wood Beige 0.91 ± 0.69 POS 3.4 ± 1.3 3.4 ± 1.2 10.0 1127/98 
341 25 161 3 2 Room-:I A Ceiling Crown-mold Intact Wood Beige 0.34 ± 0.23 POS 1.6 ± 0.5 1.6 ± 0.4 10.0 1127/98 
342 25 162 3 2 Room-:I A Ceiling Ceiling Intact Drywall Beige 0.56 ± 0.39 POS 1.6 ± 0.5 1.6 ± 0.4 9.3 1127/98 
343 25 163 3 2 Room-:I A Closet-2 Ceiling Intact Dr) wall Beige 1.33± 0.65 POS 0.8 ± 0.7 1.3±0.6 7.1 1127/98 
344 25 164 3 2 Bath-2 II Ceiling Ceiling Intact Drywall Beige 1.14 ± 0.38 POS 2.0±0.8 1.1 ± 0.4 4.2 1/27/98 
345 25 165 3 2 Bath-2 I~ Ceiling Ceiling Intact Drywall Beige 1.51 ± 0.44 POS 1.3 ± 0.9 1.5 ± 0.4 3.4 1127/98 
346 25 166 3 2 Hall-4 I~ Ceiling Ceiling Intact Drywall Beige 0.82 ± 0.52 POS 1.1 ± 0.5 1.1 ± 0.4 10.0 1127/98 
347 2S 167 3 2 Hall-4 D Closet Ceiling Intact Drywall Beige o 37± 0 25 NEG -0.1 ± 0 7 0.4 ± 0.2 4.0 1/27/98 
348 2S 168 3 2 Shutter CIII-I Calibrate Calibrate 0.00 ± 0.00 OO±OO 0.0 ± 0.0 00 1/27/98 
349 25 169 3 2 Cal;bratc~1 Calibrate Calibrate 1.08 ± 0.13 POS 0.2 ± 0.7 1.1 ± 0.2 1.0 1127/98 
350 25 170 3 2 Calibratc~2 Calibrate Calibrate 0.99 ± 0.22 POS 0.6 ± 0.7 1.0± 0.2 2.1 1127/98 

351 25 171 3 I Shutter Cal-! Calibrate Calibrate 0.00 ± 0 00 OO±OO 00 ± 0.0 0.0 1128/98 
352 25 172 3 1 Calibratc~1 Calibrate Calibrate 1.05 ± 0.13 POS 0.4 ± 0.7 1.0 ± 0.2 1.0 1128/98 
353 25 173 3 I Ca\ibratc~2 Calibrate Calibrate 1.04 ± 0.22 POS 0.6 ± 0.7 1.0 ± 0.2 2.2 1128/98 
354 25 174 3 I House-e,,!. A Wall Wall Intact MaSOnite White 0.00 ± 0.10 NEG 0.1 ± 0.9 O.O± 0.2 ! 6 1128/98 
355 25 175 3 I House-e"t B Wall Wall Intact Masonite White OOO±O.IO NEG O.O± 1.0 O.O± 0.2 1.0 1/28/98 
356 25 176 3 I House-ex!. C Wall Wall Intact Masonite White 0.01 ± 010 NEG -0.9 ± 1.2 0.0 ± 0 2 1.5 1/28/98 
357 2S 177 3 1 House-ex!. I) Wall Wall Intact Masonite White 0.00 ± 0 \I NEG -0.4 ± 1 2 0.0 ± 0.2 10 1128198 
358 25 178 3 1 House-ell!. A 1)00r-2 Door Intact Wood White 0.03 ± 0.10 NEG -0.5 ± 1.0 00±02 5.0 1/28/98 
359 25 179 3 I House-e][L A Door-2 Casing Intact Wood White »5.0± 1.00 POS 15.6 ± 5.3 15.6 ± 5.4 6.4 1128/98 
360 25 180 3 I House-el[L A Porch-I Columns Intact Wood White »5.0± 1.00 POS 20.9±6.8 20.9±6.8 6.7 1128/98 
361 25 181 3 I House-el[t. A Porch-l Floor Intact Wood Grey 1.61 ± 0.58 POS 2.7 ± 1.0 1.6 ± 0.6 4.5 1128/98 

362 25 182 3 I HOUSe-el~t. A Porch-I Trim-Lwr Intact Wood White »5.0± 1.00 POS 17.8 ± 6.4 17.8 ± 6.4 9.6 1128/98 

363 25 183 3 1 E1ouse-el~t. A Porch-I Lattice Intact Wood Green 0.19 ± 0.26 POS 1.3 ± 0.5 1.3 ± 0.4 5.3 1128/98 

364 25 184 3 I House-ell!. A Awning Awnmg Intact Metal White 0.00 ± 0.10 NEG -0.4 ± 1.2 0.0 ± 0 2 1.0 1/28/98 

365 25 185 3 I House-ellL A Window-I Casing Intact Wood White »5.0± 1.00 POS 17.7 ± 6.2 17.8 ± 6.2 6.7 1128/98 

366 25 186 3 1 HOUSe-el~L A Window-I Sash-Ext Intact Wood White »5.0± 1.00 POS 21.0 ± 6.4 21.0± 6.4 7.7 1128/98 

367 25 187 3 1 House-ut. A Window-2 Screen-sash Intact Wood Green »5.0± 1.00 POS 7.9± 4.6 7.9±4.6 2.7 1128/98 

368 25 188 3 I House-ellt. I) Door-4 Door Intact Wood Green »5.0 ± 1.00 POS 9.0± 4.5 9.0 ± 4.4 5.1 1128/98 

369 25 189 3 I House-ut. I) Door-4 Casing Intact Wood Green »5.0 ± 1.00 POS 19.5 ±6.2 19.5 ± 6.2 5.5 1/28/98 

370 25 190 3 1 HOUSe-el~t. \) Porch-2 Columns Poor Wood White »5.0 ± 1.00 POS 26.4 ± 7.2 26.4 ± 7.2 10.0 1128/98 

371 25 191 3 I House-ed. \) Porch-2 Trim-Lwr Poor Wood White »S.O ± 1.00 POS 23.1 ± 7.0 23.1 ± 7.0 10.0 1128/98 
372 25 192 3 I House-ext I) Porch-2 Floor Poor Wood Grey 0.53 ± 0.19 NEG 0.6 ± 0.7 0.5 ± 0.2 24 1128/98 

373 25 193 3 1 House-el,t. \) Porch-2 Lattice Poor Wood Green »5.0 ± 1.00 POS 11.1 ± S.1 11.1 ± 5.0 4.3 1/28/98 
374 25 194 3 I HoUSe-el(!. I) Porch-2 Wall-Lwr Intact Wood White 0.00 ± 0.10 NEG -1.\ ± 1.0 0.0 ± 0.2 10 1128/98 

375 25 195 3 1 House-ed. \) Awning Awning Intact Metal White 1.64 ± 0.68 POS 1.8 ± 1.1 1.6 ± 0.6 4.2 1128/98 
376 2S 196 3 I House-ell\. C Door Bulkhd-Dr Intact Metal White 023 ± 0 48 NEG -0.1 ± I I 02 ± 0.4 5.7 1128/98 

377 25 197 3 I House-ell!. C Casing Bulkhd-Dr Intact Metal White o 16±027 NEG 0.5 ± 0.9 0.2 ± 0.2 4.1 1128/98 

378 25 198 3 1 House-ellt. e Foundation Flashing Intact Metal White »5.0 ± 1.00 POS 27.0± 7.2 27.0± 7.2 6.8 1128/98 

379 25 199 3 1 House-eJ(t. e Elec-panel Elec-Panel Intact Metal White 3.33 ± 2.77 POS 7.9±3.2 7.9±3.2 3.3 1128/98 
380 25 200 3 I House-e)(\. C Door-3 Door Intact Wood White O.OO±O 10 NEG -08 ± I 2 O.O± 0 2 10 1128/98 

381 25 201 3 I House-eJ(t. e Door-3 Casing Inlact Wood While »S.O± 1.00 POS 11.8 ± 5.9 11.8 ± 6.0 9.7 1128/98 
382 25 202 3 2 House-ellt. H Soffit Soffit Intact Wood White »5.0 ± 1.00 POS 12.7 ± 3.7 12.7±3.6 10.0 1128/98 

383 25 203 3 2 House-ellt. n Fascia Fascia Intact Wood White 4.10 ± 2.00 POS 17.4± 6.0 17.4 ± 6.0 10.0 1128/98 

384 25 204 3 2 House-e)(1. B Gutter Gutter Intact Metal White 0.11 ± 0.10 NEG 00 ± 0.6 0.0 ± 0.6 100 1128/98 

385 25 205 3 2 House-e)(!. B Guller Downspout Intact Metal White 008± 0.10 NEG 01 ± 0.5 01 ± 0.4 10.0 1128/98 

386 25 206 3 2 Shutter C~II-I Calibrate Calibrate 0.00 ± 000 OO±OO OO±OO 00 1128/98 

387 25 207 3 2 Calibrate,.1 Calibrate Calibrate 1.16 ± 0.15 POS 0.6 ± 0.7 1.2 ± 0.2 1.1 1/28/98 

388 25 208 3 2 Calihratl,.2 Calibrate Calibrate 1.36 ± 0.26 POS 0.9 ± 1.0 1.4 ± 0.2 1.2 1/28/98 

389 25 209 J 2 Calibratl,.3 Calibrate Calibrate 1.11 ± 0.14 POS 0.8 ± 0.7 1.1 ± 0.2 1.0 1128/98 

390 25 210 3 2 Calibrate,.4 Calibrate Calibrate 1.19 ± 0.27 POS 0.4 ± 0.7 1.2 ± 0.2 2.4 1128/98 

391 2S 211 3 2 Calibrate,.5 Calibrate Calibrate 1.09 ± 0.24 POS 0.3 ± 0.7 1.1 ± 0.2 2.2 1128/98 



uali Evaluation 
1u~F Field Data Sheets 

and Results 



Original Reading 
1.10 
" D" v.ov 

2.00 

5.50 
20.90 
17.80 
15.60 
17.80 

9.00 
94.00 

94.00/10 = 9.40 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading 
1.10 
, ,...,... 
~ .. vv 

2.70 

4.10 
22.70 
20.80 

7.80 
8.70 

77.10 

77.10/10=7.71 

Average 
1.10 

2.35 

4.80 
21.80 
19.30 
10.75 
12.80 

8.85 
85.55 

Absolute Difference = 7.71 - 9.40 = 1.69 

1244.45 x 0.0072 = 8.960022 
8.960022 + 0.032 = 8.992022 
Square Root of 8.992022 = 2.998670 

Squared 
1.2100 
0.8100 
5.5225 
8.4100 

23.0400 
475.2400 
372.4900 
115.5625 
163.8400 

78.3225 
1244.4475 

c = 1244.45 
D = 8.960022 
E = 8.992022 
F = 2.998670 2.998670 x 1.645 = 4.9328 (Retest Tolerance Limit) 

Retest Tolerance Limit = 4.9328 

1.69 < 4.9328 -- The Inspection has passed the retest. 

The Retest Toierance Limit is computed using the foiiowing steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing combination. 

2. Square the average for each testing combination. 

3. Add the ten squared averages together. This quantity is called C. 

4. Multiply the number C by 0.0072. This quantity is called D. 

5. Add the number 0.032 to D. This quantity is called E. 

6. Take the square root of E. Call this quantity F. 

7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 

8. Find the absolute difference of the two averages. 

lfthe absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 

retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 

procedure should be repeated with ten new testing combinations. If the difference of the overall 

averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 

considered deficient. 
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Quarten; BB, Quality Evaluation RI~test 
Paint Page I 

Charleston Naval Complex 
Site: 25 Date: 1/28/98 

Ranges {NEG<INC<POS): Device I'CS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
1 206 ShUitter Cal· I Calibrate' Calibrate 0.00 ± 0 00 00 ± 0.0 O.O± 0.0 
2 25 207 3 Calibrate-I Calibratl~ Calibrate 1.16± 0.15 POS 0.6± 0.7 1.2 ± 0.2 
3 25 208 3 Calibrate-2 Calibratl~ Calibrate 1.36 ± 0.26 POS 0.9 ± 1.0 1.4 ± 0.2 
4 25; 209 3 Calibrate-3 Calibratl~ Calibrate 1.11 ± 0.14 POS 0.8± 0.7 l.l ± 0.2 
5 25 210 3 Calibrate-4 Calibratl~ Calibrate 1.19 % 0.27 POS 0.4 ± 0.7 1.2 ± 0.2 
6 25; 211 3 Calibrate-5 Calibratl~ Calibrate 1.09 % 0.24 POS 0.3± 0.7 l.l ± 0.2 
7 25; 212 3 1 Hall-I B Door-2 Door Intact Wood Beige 1.11 % 0.43 POS 1.0 ± 0.7 l.l ± 0.4 26 
8 2S 2131 3 1 Hall-I B Door-2 Casing Intact Wood Beige 1.04 ± 0.45 POS 1.0 ± 0.7 1.0 ± 0.4 27 
9 25; 2141 3 I Hath-I D Wall Wall Paper Intact Drywall Beige 0.25% 0.35 POS 2.7 ± 1.0 2.7 % 1.0 54 
10 25 21S 3 I Hath-I C Window Casing Intact Wood Beige 2.29 % 1.18 POS 3.0 % 1.3 2.3 ± 1.2 55 
11 25 2Ui 3 I Elath-I C Window Sash Intact Wood Beige 2.77 % 1.59 POS 4.1 % 1.6 4.1 % 1.6 56 
12 25 217 3 1 House-ext. A Porch-I Columns Intact Wood White 3.65% 2.45 POS 22.7± 6.5 22.7 % 6.4 360 
13 25 2UI 3 I House-ext. A Porch-I Trim-Lwr Intact Wood White »5.0% 1.00 POS 20.8% 6.9 20.8 % 7.0 362 
14 25 21~1 3 I House-ext. A Door-2 Door Intact Wood White »5.0% 1.00 POS 5.9± 4.9 5.9% 4.8 359 
15 25 220 3 1 House-ext. A Window-I Casing Intact Wood White »5.0% 1.00 POS 7.8 % 5.4 7.8 % 5.4 365 
16 25 221 3 I House-ext. B Door-4 Door Intact Wood Green »5.0% 1.00 POS 8.7 % 5.4 8.7± 5.4 368 
17 222: Shul1er Cal,· I Calibrate' Calibrate 0.00% 0.00 OO±OO O.O± 0.0 
18 25 2231 3 Calibrate-I Calibratl~ Calibrate 1.05 ± 0.13 POS 0.4% 0.7 1.0 % 0.2 
19 25 2241 3 Calibrate-Z Calibratlt Calibrate U5 % 0.Z6 POS O.O± 0.7 1.2 ± O.Z 
20 25 2250 3 Calibrate-3 Calibratlt Calibrate 1.25 ± 0.29 POS 0.1 ± 0.7 1.3 ± 0.2 
21 25 2Z~; 3 Calibrate-4 Calibratlt Calibrate 1.20 ± 0.27 POS 0.6± 0.7 1.2 ± 0.2 
22 25 227 3 Calibrate-5 Calibratit Calibrate 1.30 % 0.30 POS 0.8 ± 0.7 1.3 % 0.4 
23 25 228 3 Calibrate~6 Calibratlt Calibrate 1.09 ± 0.25 POS 0.6± 0.7 l.l ± 0.2 
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XRF Field Data Sheets 
and Analysis Results 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters 88, 1311 Avenue G, Charleston Naval Complex. 

Charleston SC 

Is surface Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches 
(fe) Found x inches) 

NBC! 
1ST Floor, Floor-

atrs BB Yes 12 x 12 1 -16.10 
001 

Room-3 Door 

NBC/ 
1ST Floor, Window 

atrs BB Yes 2 x27 0.375 -11.80 
002 

Room-1 Sill 

NBC! 
1ST Floor, Floor-

atrs BB Yes 12 x 12 1 -25.40 
003 

Room-2 Door 

NBC/ 1ST Floor, Window 
atrs BB Yes 2 x27 0.375 79.50 
004 

Bath-1 Sill 

NBC/ 2ND Floor, Floor-
atrs BB Yes 12 x 12 1 -21.70 
005 

Room-2 Door 

NBC! 2ND Floor, Window 
atrs BB Yes 2 x 27 0.375 -33.60 
006 

Room-2 Sill 

NBC! 2ND Floor, Window 
atrs BB Yes 12 x 12 1 -30.00 
007 Bath-2 Siii 

NBC! 
atrs BB Blank N/A N/A N/A N/A -17.80 
008 

1 Measure to the nearest 1/8 inch. 

HUD standards: 100 119!ff (floors), 500 119!te (interior window sills), 800 Ilg/ff (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/28/98 

Table 22-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
(1l91 fe) 

<Detectable 

<Detectable 

<Detectable 

212.00 

<Detectable 

<Detectable 

<Detectable 

<Detectable 



Quarters nh, c Samples 
Charleston Naval Complex 

Site 25, Date: 1128/98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Ph ± Pree 
5 25 191 6 Calibrate-l Calibrate Calibrate 3574.40 ± 65.60 
10 25 196 6 1 Room-3-DOI D Floor Floor -16.10 ± 20.40 
15 25 201 6 1 Room-l-D02 A Window Stool -11.80 ± 25.40 
20 25 206 6 1 Room-D03 D Floor Floor -25.40 ± 26.00 
25 25 211 6 1 Bath-D04 C Window Stool 79.50 ± 25.40 
30 25 216 6 2 Room-DOS C Floor Floor -21.70 ± 21.60 
35 25 221 6 2 Room-D06 A Window Stool -33.60 ± 21.80 
40 25 226 6 2 Bath-D07 B Window Stool -30.00 ± 19.50 
45 231 Blank-D08 Blank -17.80± 20.30 
50 25 237 6 Calibrate-l Calibrate Calibrate 3523.20 ± 65.30 

Table 22-c, XRF Field Data She,ets for Dust Samples 



Bulk Page 1 
Quarters BB, SoH Samples 
Charleston Naval Complex 

Site: 25 Date: 1128/98 

No Site XLNo Insp Room Side Str4~ Feat Ph ± Prec 
1 1 239 6 Calibrate-1 Calibrate Calibrate 21.3 ± 57.9 
,..~ 

J.. 1 240 6 Calibrate-2 Calibrate Calibrate 936.0 ± 103.5 
~, 

j 1 241 6 Dripline A House 608.0 ± 78.4 
4 1 242 6 Dripline A House 512.0 ± 79.5 
5 1 243 6 Clothesline C House 100.4 ± 54.7 
6 1 245 6 Calibrate-l Calibrate Calibrate 56.7± 67.5 
7 1 246 6 Calibrate-2 Calibrate Calibrate 1203.2± 110.5 

Table 22-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

23.0 Quarters CC 

Quarters CC, 1305 Avenue G, is a two-story, wood-framed unit that is half of a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size induding the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 28 January 1998 to 29 January 1998, two certified lead inspectors performed an extensive 

LBP survey of Quarters cc. Quarters CC was surveyed after the HUD Guidelines Chapter 7 

revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

23.1 Identification of Lead in Quarters CC: 

Three hundred ninety-two XRF samples and calibrations were taken in Quarters Cc. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 23-a contains LBP sampling results for 

Quarters CC and the quality evaluation retest and resuits. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters CC: 
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Quarters CC Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm') 
1 Bath-' C Window Sash Intact Wood Beige POS 3.6 +1.4 
1 Garage A overhead door Casing Peeling Wood White POS 3.1 ±0.9 
1 Hall-1 A Wall-Upr Wall Intact Drywall Beige POS 1.0 ±0.8 
1 Hall-1 A Wall Chair-rail Intact Wood Beige POS 1.3 ±0.8 
1 Hall-1 B Ceiling Crown-mold Intact Wood Beige POS 3.7 ±1.1 
1 Hall-1 B Wall-Upr Wall Intact Drywall Beige POS 1.5 ±0.8 
1 Hall-1 C Wall-Upr Wall Intact Drywall Beige POS 1.5 ±0.8 
1 Hall-3 B Wall Wall Paper Intact Drywall Beige POS 1.6 +0.4 
1 Hall-3 D Wall Wall Paper Intact Drywall Beige POS 1.2 ±0.6 
1 Kitchen C Window-1 Sash Fair Wood Beige POS 2.6 +0.8 
1 Outside A House Awning Peeling Metal White POS 10.2 ±2.3 
1 Outside A VVindow Sa~h-Ext Peeimg iNood v\lhite POS 15.9 ±2.6 
1 Outside A Window Casing Peeling Wood White POS 17.2 +2.6 
1 Outside D Window Screen-sash Peeling Wood Green POS 4.9 ±1.4 
1 Outside D House Fascia Intact Wood White POS 17.9 ±2.8 
1 Outside D House Soffit Intact Wood White POS 17.1 ±2.9 
1 Porch-1 A Porch Columns Peeling Wood White POS 25.5 ±3.5 
1 Porch-1 B Door Screen-Dr Peeling Wood Green POS 8.4 +2.4 
1 Porch-1 B Door Casing Peeling Wood Green POS 15.2 +2.7 
1 Porch-1 B Porch Awning Peeling Metal White POS 8.1 ±2.1 
1 Porch-1 B Porch Trim-Upr Intact Wood White POS 1.3 ±0.2 
1 Porch-1 B Porch Columns Intact Wood White POS 15.1 6.6 
1 Porch-1 B Door-1 Door Intact Wood White POS 6.9 6.0 
1 Porch-1 B Door-1 Casing Intact Wood White POS 18.1 6.2 
1 Porch-1 C Porch Ceiling Intact Wood White POS 15.1 ±2.5 
1 Porch-1 C Wall Elec-Panel Intact Metal White POS 9.2 ±2.5 
1 Porch-1 D Porch Wall Intact MaSOnite White POS 9.1 5.0 
1 Porch-1 D Door-2 Door Intact Wood White POS 13.3 5.2 
1 Porch-1 D Door-3 Door Intact Wood White POS 13.2 6.4 
1 Porch-1 D Door-4 Casing Intact Wood White POS 11.4 ±3.4 
1 Porch-1 D Door-3 Crown-mold Intact Wood White POS 17.4 5.6 
1 Porch-2 A Porch Columns Intact Wood White POS 18.9 ±3.1 
1 Porch-2 A Porch Lattice Peeling \"'!ood Green POS 6.8 ±2.0 
1 Porch-2 A Porch-2 Columns Intact Wood White POS 15.5 6.0 
1 Porch-2 A Porch-2 Lattice Intact Wood White pas 1.0 ±0.4 
1 Porch-2 A Door-1 Casing Intact Wood White pas 13.1 5.6 
1 Porch-2 A Wall Wall Intact Masonite White pas 9.9 5.0 
1 POich-2 8 Porch CeilillY Intact 'it-Jood White POS 15.0 ±2.S 
1 Porch-2 B Door-2 Door Intact Wood White pas 13.0 5.2 
1 Porch-2 B Door-2 Casing Peeling Wood White POS 11.1 6.0 
1 Porch-2 C Porch-2 Trim-Upr Intact Wood White pas 13.5 5.2 
1 Porch-2 D Wall Wall Intact Masonite White POS 89 ±2.8 
1 Room-1 A Wall Chair-rail Intact Wood Beige pas 1.1 +0.4 
1 Room-1 A Window-1 Sash Intact Wood Beige pas 1.6 ±0.8 
1 Room-1 B Ceiling Crown-mold Intact Wood Beige pas 3.0 ±0.9 
1 Room-1 B Wall-Upr Wall Intact Drywall Beige pas 1.3 ±D.4 
1 Room-1 B Wall-Lwr Wall Intact Wood Beige POS 1.0 ±D.4 
1 Room-1 C Wall-Upr Wall Intact Drywall Beige pas 1.4 ±0.4 
1 Room-1 C Wall-Lwr Wall Intact Wood Beige pas 1.1 ±0.4 
1 Room-1 D Wall-Upr Wall Intact Drywall Beige pas 1.0 +0.4 
1 Room-1 D Window-3 Stool Intact Wood Beige pas 1.0 ±0.4 
1 Room-2 A Wall-Upr Wall Intact Drywall Beige pas 1.3 ±0.4 
1 Room-2 A Wall-Lwr Wall Intact Wood Beige pas 1.2 ±0.4 
1 Room-2 A Wall Chair-rail Intact Wood Beige pas 2.0 ±0.8 
1 Room-2 B Wall-Upr Wall Intact Drywall Beige pas 1.0 ±0.4 
1 Room-2 B Wall Wall-Rgstr Intact Metal Beige pas 1.1 ±0.6 
1 Room-2 C Ceiling Crown-mold Intact Wood Beige pas 4.0 ±1.3 
1 Room-2 C Wall-Upr Wall Intact Drywall Beige pas 1.5 ±0.8 
1 ROulll-2 C \tA.Jindow-2 Stuol Illtact Vvood Beige POS i.2 ±OA 
1 Room-2 C Window-2 Sash Intact Wood Beige POS 2.0 ±0.8 
1 Room-3 C Window Sash Intact Wood Beige POS q ±OA 
2 Bath-2 C Window Sash Intact Wood Beige pas 2.3 ±D.7 
2 Bath-3 D Window Sash Intact Wood Beige pas 1.3 ±0.3 
2 Hall-4 A Wall-Upr Wall Intact Drywall Beige pas 2.3 ±D.7 
2 Hall-4 A Wall-Lwr Wall Intact Wood Beige pas 1.2 ±0.4 - II II • - ... .... ..... .. .. -- . -
L t:I vvall-upr vvall I Intact urywall tielge 1.:l I ±O.3 I 
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Quarters CC Positive Results for Lead-Based Paint 
Fir Room Side Stre , Feat , Cnd , Sub , Clr I RES Combined 

I (mglcm') 

2 Hall-4 B Wall-Lwr Wall Intact Wood Beige POS 1.2 ±0.5 
2 Hall-4 C Wall-Upr Wall Intact Drywall Beige POS 1.3 ±0.4 
2 Hall-4 C Wall-Lwr Wall Intact Wood Beige POS 1.5 ±0.4 
2 Hall-4 D Wall-Upr Wall Intact Drywall Beige POS 1.2 ±O 3 
2 Hall-4 D Wall-Lwr Wall Intact Wood Beige POS 1.0 ±0.4 
2 Hall-4 D Wall Chair-rail Intact Wood Beige POS 3.4 ±1.0 
2 Hall-4 D Window Sash Intact Wood Beige POS 2.4 ±0.7 
2 Room-I A Window Sash Intact Wood Beige POS 1.7 ±0.5 
2 Room-l C Ceiiing Crown-moid intact Vvood Beige POS 1.8 ±O.S 
2 Room-2 A Window Casing Intact Wood Beige POS 28 ±0.9 
2 Room-2 A Window Sash Intact Wood Beige POS 1.7 ±O.4 
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Paint Page I 
Quarters CC, Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 26 Date: 1129/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined 01 Date' Note 
I 26 I 6 2 Shutter C~II-l Calibrate Cahbrate 0,00 or 0 00 00 ± 0.0 o o± 0.0 0.0 1128/98 
2 26 2 6 2 Calibrah~1 Calibrate Calibrate 1.05 010 0.14 POS 0.2:0.5 1.1 : 0.1 i.1 I12M'8 
3 26 3 6 2 Calibrate-2 Cahbrate Calibrate 0.9910 0.22 NEG 0.5 ± 0.5 1.0 ± 0.2 2.2 1129/98 
4 26 4 6 2 Room-II A Wall-Upr Wall Intact Drywall Beige O.oJr 0.18 NEG -0 I ±0.7 0.0 ± 0.2 10 1/29/98 
5 26 5 6 2 Room-II B Wall-Upr Wall Intact Drywall Beige 00110027 NEG -0.4 ± 0.7 O.O± 0 3 10 1129/98 
6 26 6 6 2 Room-II C Wall-Upr Wall Intact Drywall Beige 0.18 or 0.10 NEG -0.1 ± 0.7 -0.1 ± 0.7 \0.0 1129/98 
7 26 7 6 2 Room-II D Wall-Upr Wall Intact Drywlill Beige O.oJr 0 10 NEG -0.5 ± 0 7 O.O±O.I 1.3 1/29/98 
8 26 8 6 2 Room-II D Wall-Lwr Wall Intact Wood Beige O.oJr 0.\0 NEG -0.5 ± 0.6 O.O±O.I 1.5 1129/98 
9 26 9 6 2 Room-II C Wall-Lwr Wall Intact Wood Beige 0.04 or 010 NEG -0.2 ± 0.7 o O± 0.1 34 1/29/98 
\0 26 10 6 2 Room-II B Wall-Lwr Wall Intact Wood Beige 000100.10 NEG -05 ± 0.6 o.o± 0.1 10 1129/98 
11 26 11 6 2 Room-II A Wall-Lwr Wall Intact Wood Beige o lOr 0.\0 NEG -0.4 ± 0.6 -0.4 ± 0.6 10.0 1129/98 
12 26 12 6 2 Room-II A Wall-Lwr Chair-rail Intact Wood Beige O.Olr 0.27 NEG -0.5 ± 0 8 0.0 ± 0.3 1.0 1129/98 
13 26 13 6 2 Room-II A Wall-Lwr Baseboard Intact Wood Beige 0.0110 0.10 NEG -0.2 ± 0.6 OO± 0.1 1.0 1/29/98 
14 26 14 6 2 Room-II A Wmdow Casing Intact Wood Beige 0.16 or 0.10 NEG 0.3 ± 0 6 03 ± 0.6 10.0 1129/98 
15 26 15 6 2 Room-II A Window Sash Intact Wood Beige 0.67010 0.57 POS 1.7: 0.5 1.7:0.5 7.1 112919'8 
16 26 16 6 2 Room-II C Door Door Intact Wood Beige O.l2r 0.41 NEG -0.4 ± 0.5 0.1 ±04 4.3 1129/98 
17 26 17 6 2 Room-II C Door Casing Intact Wood Beige O.oJr 0.10 NEG -0.2 ± 0 6 O.O±O I 10 1/29/98 
18 26 18 6 2 Room-II A Closet Door Intact Wood Beige 0.18r 010 NEG 0.2 ± 0 6 02 ± 0.6 \0.0 1/29/98 
19 26 19 6 2 Room-II A Closet Casing Intact Wood Beige 00110021 NEG -08 ± 07 0.0 ± 0.2 1.0 1/29/98 
20 26 20 6 2 Room-II C Closet Baseboard Intact Woo,J Beige 0260100\0 NEG -0.6 ± 0 7 -0 6± 0.7 100 1/29/98 
21 26 21 6 2 Room-II C Closet Shelf Intact Wood Beige 01210 0.36 NEG -0.8 ± 0.7 0.1 ± 04 53 1129198 
22 26 22 6 2 Room-II C Closet Wall Intact Drywall Beige 00810 0.39 NEG -0.2 ± 0 7 01±04 37 1/29/98 
23 26 23 6 2 Room-Ii B Closet Wall Intact Drywall Beige 002100.\0 NEG -0.3 ± 0 7 0.0 ± 0.1 1.0 1/29/98 
24 26 24 6 2 Room-II A Closet Wall Intact Drywall Beige 00410032 NEG 0.3 ± 0 7 0.0 ± 0.3 19 1129198 
25 26 25 6 2 Room-II D Closet Wall Intact DrywlllI Beige 0.01.10 0.24 NEG -03±0.7 0.0 ± 0.2 10 1/29/98 
26 26 26 6 2 Room-I D Floor Floor Intact Wood Varnish 0.01.10 0.24 NEG 0.3 ± 0.6 o o± 0.2 10 1129198 
27 26 27 6 2 Room-2 D Floor Floor Intact Wood Varnish O.OOr 0 \0 NEG -0.5 ± 0.7 O.O± 0.1 1.0 1/29/98 
28 26 28 6 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 0.09 or 0.24 NEG 0.2 ± 0 5 01 ± 0.2 5.5 1129/98 
29 26 29 6 2 Room-2 B Wall-Upr Wall Intact Drywall Beige 00110 0.14 NEG 0.0 ± 06 o O±O.I 10 1129/98 
30 26 30 6 2 Room-2 C Wall-Upr Wall Intact Drywall Beige OOlrO.\3 NEG -0.2 ± 0 7 O.O±O.I 1.0 1129/98 
31 26 31 6 2 Room-2 D Wall-Upr Wall Intact Drywall Beige 0.04.10 010 NEG -03 ± 0 7 O.O± 0.1 33 1/29/98 
32 26 32 6 2 Room-2 D Wall-Lwr Wall Intact Wood Beige OOOrO.IO NEG -0.8 ± 0.7 00±01 10 1/29/98 
33 26 33 6 2 Room-2 C Wall-Lwr Wall Intact Wood Beige 0.0010010 NEG 02 ± 0.6 00±01 10 1/29/98 
34 26 34 6 2 Room-2 B Wall-Lwr Wall Intact Wood Beige 008.10 0.27 NEG -0.2 ± 0.6 0.1 ± 0.3 4.9 1129/98 
35 26 35 6 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 00010 0.10 NEG 0.0 ± 0.5 O.O± 0.1 1.0 1/29/98 
36 26 36 6 2 Room-2 A Wall-Lwr Chair-raIl Intact Wood Beige 0.0010 0.10 NEG -0.7 ± 0 6 0.0 ± 0.1 1.0 1129/98 
37 26 37 6 2 Room-2 A Wall-Lwr Baseboard Intact Wood Beige 0.00.10 0.10 NEG -0.1 ±0.7 OO± 0.1 10 1129/98 
38 26 38 6 2 Room-:~ A Window Casing Intact Wood Beige 0.68:rO.55 POS 2.8± 0.9 2.8: 0.9 10.0 I129~'8 
39 26 39 6 2 Room-:! A Window Sash Intact Wood Beige 0.36010 0.27 POS 1.7 ± 0.4 1.7: 0.4 5.3 112919'8 
40 26 40 6 2 Room-2 D Door Door Intact Wood Beige 0.0210 0.25 NEG 0.0 ± 0.6 O.O± 0.3 1.6 1/29/98 
41 26 41 6 2 Room-2 D Door Casing Intact Wood Beige 0.0110 0.10 NEG -0.1 ±0.6 0.0 ± 0.1 10 1/29/98 
42 26 42 6 2 Room-2 C Door Door Intact Wood Beige 0.1010 0.10 NEG -0.2 ± 0 6 -0.2 ± 0.6 \0.0 1129/98 
43 26 43 6 2 Room-2 A Closet Door Intact Wood Beige 0.01 10 0.24 NEG o O± 0.6 o O± 0.2 10 1129/98 
44 26 44 6 2 Room-2 A Closet Casing Intact Wood Beige 0.07r021 NEG 0.0 ± 0.5 01 ± 0.2 2.0 1129/98 
45 26 45 6 2 Room~2 C Closet Baseboard Intact Wood Beige 001100.18 NEG -0.2±0.7 0.0 ± 02 10 1/29/98 
46 26 46 6 2 Room-2 C Closet Shelf Intact Wood Beige 001100.10 NEG -0.2 ± 0 6 O.O± 0 I 10 1129/98 
47 26 47 6 2 Room-2 C Closet Wall Intact Drywall Beige o OIr 0.26 NEG 02±06 0.0 ± 0 3 10 1129/98 
48 26 48 6 2 Room·2 B Closet Wall Intact Drywall Beige 0.01 r 0.1I NEG -0 I ±07 00±01 1.0 1/29/98 
49 26 49 6 2 Room-2 A Closet Wall Intact Drywall Beige 0.0610 0 34 NEG -05 ± 0 7 01±03 22 1129/98 
50 26 50 6 2 Room-2 D Closet Wall Intact Drywall Beige 00010010 NEG 01 ± 0 5 o O± 0.1 10 1129/98 
51 26 51 6 2 Room-] A Closet Wall Intact Drywall Beige 0050100.29 NEG 02 ± 0.6 01±03 3.2 1/29/98 
52 26 52 6 2 Room-] B Closet Wall Intact Drywall Beige 0.02100.25 NEG -02 ±0.7 0.0 ± 0 3 l.S 1/29/98 
53 26 53 6 2 Room-] C Closet Wall Intact DrywlllI Beige 004rOl8 NEG 0.2 ± 0.7 0.0 ± 0.2 1.5 1/29/98 
54 26 54 6 2 Room-] D Closet Wall Intact Drywall Beige 0.0410 010 NEG -0.5 ± 0 7 0.0 ± 0 I 50 1129/98 
55 26 55 6 2 Room-] A Closet Shelf Intact Wood Beige 008 r 0.34 NEG -05 ± 0 7 0.1 ± 0.3 44 1/29/98 
56 26 56 6 2 Room-3 A Closet Baseboard Intact Wood Beige 0.06010 0 46 NEG -0.3 ± 0.7 01±05 24 1/29/98 
57 26 57 6 2 Room-3 C Closet Casing Intact Wood Beige 001100.\3 NEG -020100.7 O.O± 01 10 1/29/98 
58 26 58 6 2 Room-3 C Closet Door Intact Wood Beige 0.01100.11 NEG 00 ± 0.6 O.O± 0 I 10 1/29/98 
59 26 59 6 2 Room-] C Wall Chair-rail Intact Wood Beige 0.14100.10 NEG -04 ± 0 7 -0.4 ± 0 7 10.0 1/29/98 
60 26 60 6 2 Room-] C Wall Baseboard Intact Wood Beige 001100.21 NEG 02±06 00 ± 0.2 10 1129/98 
61 26 61 6 2 Room-3 C Wall-bvr Wall Intact Wood BeIge 000rO.14 NEG -09±0.7 o o± 0.1 10 1/29/98 
62 26 62 6 2 Room-] D Wall-Lwr Wall Intact Wood Beige 001 ±0.22 NEG -0 I ± 0 7 O.O± 0 2 10 1129/98 
63 26 63 6 2 Room-] A Wall-Lwr Wall Intact Wood Beige 0.00 ± 0 to NEG 0.2 ± 0 6 00 ± 0.1 10 1129/98 
64 26 64 6 2 Room-] B Wall-Lwr Wall Intact Wood Beige 00210010 NEG -06 ± 0 7 00±01 30 1/29/98 
65 26 65 6 2 Room-;i B Wall-Upr Wall Intact Drywall Beige 001100.12 NEG 01 ± 0.7 00±01 10 1/29/98 
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No Site XLNo Insp Fir Room SIde Sirc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Dale Nole 

66 26 66 6 2 Room-3 A Wall-Upr Wall Intact Drywall Beige 0.00 ± 0 16 NEG -0 I ± 0.7 00 ± 0.2 1.0 1/29/98 
67 26 67 6 2 Room-3 0 Wall-Upr Wall Intact Drywall Beige 001 ± 010 NEG -0.6 ± 0.7 OO±O.I 1.0 1/29198 
68 26 68 6 2 Room-3 C Wall-Upr Wall Intact Drywall Beige O.OO±O.IO NEG -0.3 ± 0.7 00±01 10 1/29/98 
69 26 69 6 2 Room-3 C Window Casing Intact Wood Beige 0.01±0.10 NEG -0.5 ± 0 7 O.O± 0.1 10 1129/98 
70 26 70 6 2 Room-3 C Window Sash Intact Wood Beige o 13± 0.32 NEG 1.0 ± 0.4 0.1 ± 0.3 5.1 1129198 
71 26 71 6 2 Room-3 A Door-I Door Intact Wood Beige 0.01 ± 0.25 NEG 02 ± 0.6 OO± 0.3 1.0 1/29/98 
72 26 72 6 2 Room-3 D Door-3 Door Intact Wood Beige 0.09 ± 0.10 NEG -0.7 ± 0.7 -0.7 ± 0.7 10.0 1129198 
73 26 73 6 2 Room-3 D Door-4 Door Intact Wood Beige 0.01 ± 0.10 NEG -0.5 ± 0.7 0.0 ± 0.1 1.0 1129/98 
74 26 74 6 2 Room-3 D Door-4 Casing Intact Wood Beige 0.15±0.10 NEG -02 ± 0.7 -02±0.7 8.7 1/29/98 
75 26 75 6 2 Room-3 D Floor Floor Intact Wood Varnish 0.01 ± 0.35 NEG -03 ± 0.7 O.O± 0.4 1.0 1/29/98 
76 26 76 6 2 Bath-2 0 Wall wall paper Intact Drywall Beige 018±017 NEG 0.5 ± 0.4 0.2 ± 0.2 3.1 1129/98 
77 26 77 6 2 Balh-2 A Wall wall paper Intacl Drywall Beige 0.00 ± 0.10 NEG -03 ± 0.7 O.O±O.I 1.0 1129/98 
78 26 78 6 2 Bath-2 B Wall wall paper Intact Drywall Beige 0.20±0.17 NEG 0.3 ± 0.4 0.2 ± 0.2 32 1129/98 
79 26 79 6 2 Bath-2 C Wall wall paper Intact Drywall Beige 0.34 ± 0.18 NEG 0.4 ± 0.4 0.3 ± 0.2 3.0 1129198 
80 26 80 6 2 Bath-2 C Window Casing Intact Wood Beige 0.10 ± 0.36 NEG 0.2 ± 0.7 01±0.4 46 1129/98 
81 26 81 6 2 Bath-2 C Window Sash Intact Wood Beige 0.68 ± 0.50 INCOM 2.1 ±0.6 2.1 ±0.6 100 1/29198 
82 26 82 6 2 Bath-:! C Window Sash Inlact Wood Beige 0.14 ± 0.25 POS 2.3 ± 0.7 2.3 ± 0.7 2.9 1/29/98 
83 26 83 6 2 Bath-2 B Door Casing Intact Wood Beige 0.16 ± 0.10 NEG 02 ± 0.7 0.2 ± 0.7 10.0 1129198 
84 26 84 6 2 Bath-2 B Door Door Inlact Wocd Beige OOO±O.IO NEG 0.2 ± 0 5 00 ± 0.1 1.0 1/29198 

85 26 85 6 2 Bath-2 D Cabinet-Lwr Door-Out Intact Wood Beige 001±0.31 NEG -0.2 ± 0.8 O.O± 0.3 1.0 1129/98 

86 26 86 6 2 Bath-2 D Cabinet-Lwr Inside Intact Woo,d Beige 000 ± 0.10 NEG -0.8 ± 0.6 O.O±O.I 1.0 1129/98 
87 26 87 6 2 Bath-3 B Cabinet-Lwr Inside Inlact Wocd Beige O.OO± 0.10 NEG -0.5 ± 0.6 00 ± 0.1 1.0 1/29198 
88 26 88 6 2 Bath-3 B Cabinet-Lwr Door-Out Intact Wood Beige 0.07 ± 0.10 NEG -0.2 ± 0.7 -02 ± 0.7 8.4 1129/98 

89 26 89 6 2 Bath-3i B Wall wall paper Intact Drywall Beige 0.06 ± 0.24 NEG 0.2 ± 0.5 0.1 ±0.2 2.4 1129198 

90 26 90 6 2 Bath-3 A Wall wall paper Intact Drywall Beige 005 ± 0.38 NEG -0 I ±0.7 01 ± 0.4 25 1129198 
91 26 91 6 2 Bath-3 C Wall wall paper Intact Drywall Beige 0.01 ± 0.10 NEG 0.0 ± 0.6 O.O±O.I 1.0 1129/98 

92 26 92 6 2 Bath-3 D Wall wall paper Intact Drywall Beige 0.04 ± 0.35 NEG -0.4 ± 0.7 00±04 2.0 1/29/98 

93 26 93 6 2 Bath-3i D Window Casing Intact Wood Beige 0.19 ± 0.25 NEG -0.1 ± 0.6 -0.1 ± 0.6 8.7 1129/98 

94 26 94 6 2 Bath-" D Window Sash Intact Wood Beige 0.28 ± 0.23 POS 1.3 ± 0.3 \.3 ± 0.3 9.4 1/29/98 

95 26 95 6 2 Bath-3 A Door Door Intact Wood Beige 0.00 ± 0.16 NEG -05 ± 0.7 0.0 ± 0.2 1.0 1129/98 

96 26 96 6 2 Bath-3, A Door Casing Intact Wood Beige 0.01 ± 0.10 NEG 0.2 ± 0.6 O.O±O.I 10 1/29/98 

97 26 97 6 2 8all-4i A Wall-Upr Wall Intact Drywall Beige 0.91 ± 0.85 POS 2.3 ± 0.7 2.3 ± 0.7 7.4 1/29/98 

98 26 98 6 2 8all-4. B Wall-Upr Wall Intact Drywall Beige 0.66±0.42 POS 1.5 ± 0.3 \.5± 0.3 10.0 1/29/98 

99 26 99 6 2 8all-4, C Wall-Upr Wall Intact Drywall Beige 1.05 ± 0.63 POS 1.3 ± 0.4 1.3 ± 0.4 9.2 1/29/98 

100 26 100 6 2 8all-4 D Wall-Upr Wall Intact Drywall Beige 0.83 ± 0.32 POS 1.2 ± 0.3 \,2 ± 0.3 6.3 1/29/98 

101 26 101 6 2 8all-4 D Wall-Lwr Wall Intact Wood Beige \.OO± 0.44 POS 1.4 ± 0.4 \.O± 0.4 7.2 1/29/98 

102 26 102 6 2 8all-4, C Wall-Lwr Wall Intact Wood Beige 1.29±0.87 POS 1.5± 0.4 \.5 ±0.4 10.0 1/29/98 

103 26 103 6 2 8all-4· B Wall-Lwr Wall Intact Wood Beige \.23 ± 0.83 POS 1.2 ± 0.5 \,2 ± 0.5 10.0 1/29/98 

104 26 104 6 2 8all-4 A Wall-Lwr Wall Intact Wood Beige \.01 ± 0.69 POS 1.2 ± 0.4 \,2 ± 0.4 10.0 1/29/98 

105 26 lOS 6 2 Hall-4 A Door Door Intact Wood Beige 001 ±0.24 NEG 0.1 ±06 0.0 ± 0.2 1.0 1/29/98 
106 26 106 6 2 Hall-4 A Door Casing Intact Wood Beige 0.11 ± 0.31 NEG -0.1 ± 0.6 0.1 ± 0.3 29 1129/98 
107 26 107 6 2 lIall-4 D Wall Chair-rail Intact Wood Beige 2.31 ± 3.79 POS 3.4 ± 1.0 3.4 ± \.0 8.9 1/29/98 

108 26 108 6 2 Hall-4 0 Wall Baseboard Intact Wood Beige 0.19±0.26 NEG 1.0 ± 0 4 0.2 ± 0.3 4.2 1129/98 
109 26 109 6 2 Hall-4 D Window Casmg Intact Wood Beige 0.17 ± 0.36 NEG 0.3 ± 0.4 0.2 ± 0.4 4.7 1129/98 

110 26 110 6 2 lIall-4 D Window Sash Intact Wood Beige 0.58 ± 0.46 POS 2.4 ± 0.7 2.4 ± 0.7 10.0 1129/98 

III 26 III 6 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0.10 ± 0.40 NEG 0.0 ± 0.5 0.1 ±0.4 2.9 1129/98 

112 26 112 6 2 Hall-4 A Cabinet Inside Intact Wood Beige 0.01 ± 0.10 NEG -02±0.7 O.O± 0.1 10 1/29/98 

113 26 \13 6 2 Hall-4 A Cabinet Shelf Intact Wood Beige 0.01 ±027 NEG -04 ± 0.6 O.O± 0.3 1.0 1/29/98 

114 26 114 6 2 Hall-4 B Closet Door Intact Wood Beige 0.26 ± 0.29 NEG 0.2 ± 0.4 0.3 ± 0.3 4.3 1129/98 

115 26 115 6 2 Hall-4 B Closet Casing Intact Wood Beige 0.07 ± 0.48 NEG -OJ ± 0.7 0.1 ± 0.5 25 1129/98 

116 26 116 6 2 Hall-4 0 Closet Baseboard Intact Wood Beige 0.01 ± 0.10 NEG -0.4 ± 0 7 O.O±O.I 1.0 1129/98 

117 26 117 6 2 Hall-4 D Closet Shelf Intact Wood Beige 000±0.15 NEG -0.6 ± 0.7 0.0 ± 0.2 1.0 1/29/98 

118 26 118 6 2 Hall-4 D Closet Wall Intact Drywall Beige 0.QI±0.17 NEG 0.0 ± 0.6 0.0 ± 0.2 1.1 1/29/98 

119 26 119 6 2 Hall-4 A Closet Wall Intact Drywall Beige 0.02 ± 0.13 NEG -0.4 ± 0.7 O.O± 0 I 1.0 1129198 

120 26 120 6 2 Hall-4 C Closet Wall Intact Drywall Beige 0.01 ± 0.10 NEG 00 ± 0.7 O.O±O.I 1.0 1129/98 

121 26 121 6 2 Hall-4 D Closet Wall Intact Drywall Beige 007 ± 0.36 NEG O.O± 0 6 01±04 3.7 1129/98 

122 26 122 6 2 Hall-4 A Door Ovrhd-Door Intact Wood Beige 0.35 ± 0.33 NEG 0.6 ± 0.4 04 ± 0.3 4.9 1129/98 

123 26 123 6 2 Hall-4 A overhead door Casing Intact Wood Beige 0.13 ± 0.39 NEG 0.1 ±O 7 0.1 ± 0.4 5.1 1129/98 
124 26 124 6 2 Hall-4 B overhead fan Casing Intact Wood Beige 0.80 ± OJ3 NEG 0.6 ± 0.4 0.8 ± 0.3 4.2 1/29/98 
125 26 125 6 2 Hall-4 B overhead fan Fan Intact Metal Silver 0.08 ± 0.10 NEG -0.3 ± 0.9 0.1 ±O.I 1.0 1/29/98 

126 26 126 6 2 Hall-4 B Stairs Newal-post Intact Wood Beige 0.16 ± 0.40 NEG 02 ± 0.4 02±0.4 5.0 1129/98 
127 26 127 6 2 Hall-4 B Stairs Rail-cap Intact Wood Beige 0.23±010 NEG -0.2 ± 0.7 -0.2 ± 0.7 10.0 1/29/98 
128 26 128 6 2 lIall-4 B Floor Floor Intact Wood Other 0.00 ± 0.10 NEG -0.2 ± 0 7 00±01 1.0 1/29/98 
129 26 129 6 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0 0 OO±OO 00 1129/98 
130 26 130 6 2 Calibrat, ... 1 Calibrate Calibrate 1.09 ± 0.14 POS 0.6 ± 0.5 1.1 ± 0.1 1.1 1/29/98 
131 26 131 6 2 Calibrat, ... 2 Calibrate Calibrate 1.05 ± 0.23 POS 0.6 ± 0.4 1.1 ± 0.2 2.3 1/29/98 
132 26 132 6 2 Hall-4 A CeIlmg CeIlmg Intact Drywall BeIge 0.27 ± 0 21 NEG 06 ± 0.4 03 ± 0.2 37 1/29/98 
133 26 133 2 Room-I C Ceiling Ceiling Intact Drywall Beige 0,01 ± 0.10 NEG 0.0 ± 0.7 O.O±O I 1/29/98 
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134 26 134 6 2 Room-I C CeilIng Crown-mold Intact Wood Beige 0.50 ± 0 34 INCOM I 4000.4 1.4±0.4 10.0 1/29/98 I 
135 26 1.35 6 2 Room-I C Ceiling Crown-mold Intact Wood Beige 0.29 ± 0.48 POS 1.8~, 0.5 1.8 ± 0.5 6.6 1129/98 
136 26 136 6 2 Room-I C Closet Ceiling Intact Drywall Beige 002 ± 0.32 NEG -0.100 0 7 0.0 ± 0.3 16 1/29198 
137 26 137 6 2 Hall-4 D Closet Ceiling Intact Drywall Beige 0\0 ± 0.37 NEG O.O~, 0.7 01 ± 0.4 43 1129198 
138 26 138 6 2 Room-2 C Closet Ceiling Intact Drywall Beige 002 ± 015 NEG 0.20,05 00 ± 0.2 1.4 1/29198 
139 26 139 6 2 Room-2 C CeilIng CeilIng Intact Drywall Beige 019±019 NEG 020,0.6 02±06 10.0 1/29198 
140 26 140 6 2 Room-2 C CeilIng Crown-mold Intact Wood Beige 0.09 ± 025 NEG O.g" 0 4 01±03 5.0 1129198 
141 26 141 6 2 Room-3 A CeIling Crown-mold Intact Wood BeIge 006±010 NEG 0.2,,06 02±06 87 1/29198 
142 26 142 6 2 Room-3 A CeilIng CeilIng Intact Drywall Beige 0.00 ± 0 10 NEG -0.10,07 00 ± 0.1 10 1/29/98 
143 26 143 6 2 Room-3 A Closet Ceiling Intact Drywall Beige 016±022 NEG 0.10007 0.1 ±0.7 92 1/29198 
144 26 144 6 2 Bath-2 B CeilIng Ceiling Intact Drywall Beige 0.02 ± 0 II NEG -090,0.8 00 ± 0.1 1.0 1/29198 
145 26 145 6 2 Bath-3 B Ceiling Ceiling Intact Drywall BeIge OOO±O.IO INCOM -0.80' 1.4 0.0 ±0.1 1.0 1/29198 
146 26 146 6 2 Bath-3 B Ceiling Ceiling Intact Drywall Beige 0.09 ± 0.\0 NEG -0.6,,07 -0.6 ± 0.7 \0.0 1/29198 
147 26 147 6 1 Room-I B Ceiling Ceiling Intact Drywall Beige 0.41 ± 0.31 NEG 0.8,,0.4 0.4 ± 0.3 5.0 1129198 
148 26 148 6 1 Room-l B Ceiling CroW1~-mold Intact Wood Beige 0.47 ± 0.40 POS 3.0" 0.9 3.0 ±0.9 10.0 1129/98 
149 26 149 6 1 Hall-l B Ceiling CroW1~-mold Intact Wood Beige 1.14 ± 0.92 POS 3.7" 1.1 3.7 ± 1.1 10.0 1129/98 
150 26 150 6 I Hall-I B Ceiling CeIling Intact Drywall Beige 0.44 ± 0.44 NEG 0.8,,04 0.4 ± 0.4 6.6 1/29198 
151 26 151 6 1 Porch-l C Porch Ceiling Intact Wood White 3.82 ± 2.28 POS 15.1" 2.5 15.1 ±2.5 3.9 1129/98 
152 26 152 6 I Room-2 C CeIling Ceiling Intact Drywall Beige 027 ± 0 34 NEG 0.2,,04 0.3 ± 0 3 76 1/29/98 
153 26 153 6 1 Room-2 C Ceiling Crown-mold Intact Wood Beige 0.70±0.79 POS 4.0" 1.3 4.0 ± 1.3 9.3 1129/98 
154 26 154 6 1 Kitchen D Ceiling Ceiling Intact Drywall Beige 005±O.lO NEG 0.2,,0.6 0.1 ± 0.1 4.7 1129/98 
155 26 155 6 1 Hall-3 D Ceiling Ceiling Intact Drywall Beige 063 ± 0.39 NEG 05,,0.4 06 ± 0.4 5.7 1129/98 
156 26 156 6 I Hall-2 D Ceiling Ceiling Intact Drywall Beige OOO±O.lO NEG -0.8,,07 0.0 ± 0.1 1.0 1129/98 
157 26 157 6 I Hall-2 D Closet Ceiling Intact Drywall Beige 0.06±0.10 NEG -0.1" 0.6 -0.1 ± 0.6 8.5 1/29/98 
158 26 158 6 I Room-3 A Closet Ceiling Intact Drywall Beige 0.01±021 NEG -0.2 Jl 0 6 0.0 ± 0.2 1.0 1129/98 
159 26 159 6 I Room-3 B Ceiling Crown-mold Intact Wood Beige 006 ± 0 39 NEG 0.3" 0.7 01 ± 0.4 29 1129/98 
160 26 160 6 I Room-3 B Ceiling Ceding Intact Drywall Beige 001 ± 0.25 NEG 0.2,,06 00±03 10 1129/98 
161 26 161 6 I Bath-I B CeilIng CeilIng Intact Drywall Beige 0.09 ± 0.36 NEG -04,,07 0.1 ± 0.4 42 1/29198 
162 26 1,62 6 1 Porch-2 B Porch Ceiiling Intact Wood White »5.0± 1.00 POS 15.0" 2.6 15.0 ± 2.6 3.9 1129/98 
163 26 163 6 I Porch-2 B Closet Ceiling Intact Drywall Beige 0.13 ± 0.\0 NEG 0.3,,06 03 ± 0.6 10.0 1/29198 
164 26 164 6 I Outside B House Wall Intact Other White 0.00 ± 0.10 NEG -0.2" 0.8 0.0 ±0.1 1.0 1/29198 
165 26 165 6 I Outside A House Wall Intact Other White 0.00 ± 0.\0 NEG 0.4" 0 8 0.0 ±O.I 10 1129198 
166 26 166 6 I Outside B House Wall Intact Other White 0.01 ± 0.14 NEG -0.4" 0 8 0.0 ±0.1 10 1/29198 
167 26 167 6 1 Outside C House Wall Intact Other White 0.01 ± 019 NEG 00,,0.8 0.0 ± 0.2 1.0 1/29198 
168 26 168 6 1 Outside C Garage Wall Intact Other White 000±0.10 NEG -05,,0.8 00 ± 0.1 10 1129198 
169 26 169 6 1 Outside A Garage Wall Intact Other White 0,01 ± 0 10 NEG 0.0,,05 00±01 1.0 1129198 
170 26 170 6 1 Garage A overhead door Casing Peeling Wood White 3.09 ± 0.92 POS 3.5,,1.3 3.1 ± 0.9 1.9 1129/98 
171 26 171 6 1 Garage A Garage Tnm Peeling Wood White 0.72 ± 0 14 NEG 0.5" 0 5 0.7 ± 0.1 14 1/29198 
172 26 172 6 I Garage C Door Casing Intact Wood White 0.07 ± 0.10 NEG -0.2,,0.7 -0.2 ± 0.7 8.9 1/29198 
173 26 173 6 1 Garage C Door Door Intact Wood White 000 ± 0.20 NEG 0.1,,0.7 0.0 ± 0.2 10 1129198 
174 26 174 6 1 Porch-2 A Porch Columns Intact Wood White 3.58 ± 2.52 POS 18.9,,3.1 18.9 ± 3.1 10.0 1129/98 
175 26 1'75 6 1 Porch-2 A Wall plywood Intact Wood White 0.02 ± 0.\0 NEG -0.1 ,,06 0.0 ±O I 1.8 1129198 
176 26 176 6 I Porch-2 A Porch Floor Intact Wood Grey 0.23 ± 016 NEG 0.2,,0.6 0.2 ± 0.2 1.8 1129198 
177 26 177 6 I Porch-2 A Porch Trim-Lwr Intact Wood White O.OO±O 14 NEG 02,,0.6 O.O± 0.1 1.0 1129198 
178 26 178 6 1 Porch-2 A Porch Lalttice Peeling Wood Green 2.92 ± 3.18 POS 6.8,,2.0 6.8 ±2.0 2.5 1129/98 
179 26 1'79 6 I Porch-2 A Porch Awning Peelmg Metal White 002±0.10 NEG -0.1,,0.7 0.0 ± 0.1 34 1129198 
180 26 1:80 6 I Porch-2 A Stairs Rail-cap Intact Metal Green 0.22 ± 0.10 NEG 0.7,,0.6 0.2 ±O.I 16 1129198 
181 26 1:81 6 I OutsIde D Wall Downspout Intact Metal White 0.12±033 NEG -0.2,,09 0.1 ± OJ 5.2 1/29/98 
182 26 1:82 6 1 Outside 0 Window Screen-sash Peeling Wood Green 4.03 ± 2.07 POS 4.9,,1.4 4.9 ± 1.4 2.0 1129/98 
183 26 183 6 1 Outside D Grounds Fence Peeling Wood White 0.01 ± 0.10 NEG 0.2,,0.6 0.0 ± 0.1 1.0 1129198 
184 26 1:84 6 1 Outside A House Awning Peeling Metal White »5.0 ± 1.00 POS 10.2,,2.3 10.2 ± 2.3 3.8 1129/98 
185 26 1:85 6 1 Outside A Window Sash-Ext Peeling Wood White 4.11 ± 1.98 POS 15.9,,2.6 15.9 ± 2.6 4.5 1129/98 
186 26 1:86 6 1 Outside A Window Casing Peeling Wood White »5.0 ± 1.00 POS 17.2,,2.6 17.2 ± 2.6 6.7 1129/98 
187 26 187 6 I Porch-I A Porch Awning Intact Metal White 0.00 ± 0.10 NEG -09,,07 0.0 ± 0 I 1.0 1/29198 
188 26 188 6 I Porch-I A Porch Trnn-Lwr Intact Wood White 0.00±010 NEG 03,,05 O.O± 0.1 1.0 1/29198 
189 26 1:89 6 I Porch-I A Porch Floor Intact Wood Grey 001 ±O.IO NEG -0 I ,,0.7 00±01 10 1/29/98 
190 26 190 6 I Porch-I A Porch plywood Intact Wood Wh,te 000±012 NEG 0.0,,0.5 0.0 ± 0.1 10 1/29198 
191 26 191 6 1 Porch-I A Porch Lalttice Intact Wood Green 004±0.10 NEG 02,,06 0.0 ± 0 I 10 1/29/98 
192 26 1'~2 6 I Porch-l A Porch Columns Peeling Wood White »5.0 ± 1.00 POS 25.5,,3.5 25.5 ± 3.5 10.0 1129/98 
193 26 1'93 6 1 Porch-l B Door Screen-dr Peeling Wood Green »5.0± 1.00 POS 8.4,,2.4 8.4 ± 2.4 2.0 1129/98 
194 26 1'94 6 1 Porch-l B Door Casing Peeling Wood Green »5.0 ± 1.00 POS 15.2,,2.7 15.2 ± 2.7 6.2 1129/98 
195 26 1'95 6 1 Porch-l B Porch Awning Peeling Metal White 2.71 ± 3.38 POS 8.1,,2.1 8.1 ± 2.1 3.5 1129/98 
196 26 1'96 6 1 Porch-l C Wan Elec .. Panel Intact Metal White »5.0± 1.00 POS 9.2,,2.5 9.2 ± 2.5 8.2 1129/98 
197 26 197 6 I Outside C Door Bulkhd-Dr Intact Metal White 0.03 ± 0.10 NEG 02,,08 00 ± 0.1 1.2 1/29/98 
198 26 198 6 1 Outside D House Fascia Intact Wood White »5.0± 1.00 POS 17.9,,2.8 17.9 ± 2.8 10.0 1129/98 
199 26 1'~9 6 1 Outside 0 House Soffit Intact Wood White 3.10 ± 3.00 POS 17.1,,2.9 17.1 ± 2.9 5.1 1129/98 
200 26 200 6 I Outside D House gu.tter Intact Metal White 0.17 ± 0 22 NEG -02,,08 -0.2 ± 0.8 87 1/29/98 
201 26 201 6 I Shutter Cal-I CalIbrate Calibrate 0.00 ± 0 00 00,,00 0.0 ± 0.0 0.0 1/29/98 

581 
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202 26 202 6 I Calibrate-I Callibrate Calibrate 1.03 ± 0.13 POS 0.5 ± 0.4 1.0 ± 0.1 1.0 1129/98 
203 26 203 6 I Calibrate-2 Cal'ibrate Calibrate 1.00± 0.22 POS 0.6 ± 0.4 1.0 ± 0.2 2.1 1129/98 
204 26 } 3 } Shutter Cal-} CalIbrate Calibrate OOO±OOO OO±OO 00 ± 0.0 0.0 1129/98 
205 26 2 3 I Calibrate-I Callibrate Calibrate 1.13 ± 0.14 POS 0.0 ± 0.7 1.1 ± 0.2 l.l 1129/98 
206 26 3 3 I Calibrate-2 Callibrate Calibrate 1.20 ± 0.26 POS -0.1 ±0.7 1.2 ± 0.2 2.5 1/29/98 
207 26 4 3 I Calibrate-3 CaHbrate Calibrate 1.08 ± 0.23 POS -0.4 ± 0.7 1.1 ± 0.2 2.3 1129/98 
208 26 5 3 I Room-I A WSIII-Upr Wall Intact Drywall Beige 0.57 ± 0.36 NEG 07±05 07 ± 0.4 \0.0 1129/98 
209 26 6 3 I Room-I E: Wall-Upr Wall Intact Drywall Ueige 0.43 ± 0.28 POS 1.3 ± 10.5 1.3 ±0.4 10.0 1129/98 
210 26 7 3 I Room-I C Wall-Upr Wall Intact Drywall Beige 0.54 ± 0.34 POS 1.4 ± 10.5 1.4 ± 0.4 10.0 1129/98 

211 26 8 3 I Room-I III Wall-Upr Wall Intact Drywall lIeige 0.59 ± 0.38 POS 1.0 ± 10.5 1.0 ± 0.4 10.0 1129/98 
212 26 9 3 I Room-I D Wall-Lwr Wall Intact Wood Beige 0.71 ± 0.45 NEG 0.7 ± 0.5 0.6 ± 0.4 10.0 1129/98 

213 26 10 3 I Room-I C Wall-Lwr Wall Intact Wood Beige 0.54 ± 0.35 POS 1.1 ± 10.5 1.1 ±0.4 10.0 1129/98 

214 26 11 3 I Room-I Il: Wall-Lwr Wall Intact Wood lIeige 0.61 ± 0.39 POS 1.0 ± 10.5 1.0 ±0.4 10.0 1129/98 

215 26 12 3 I Room-I A Wall-Lwr Wall Intact Wood Beige 011±0.10 NEG -0.5 ± 0 6 -0.5 ± 0 6 10.0 1129/98 

216 26 J3 3 I Room-I A Floor Floor Intact Wood Varnish O.OO±O.IO NEG -0.6 ± 1.1 0.0 ± 0 2 1.0 1129/98 

217 26 14 3 I Room-I A Wall Baseboard Intact Wood Beige 0.15 ± 0.26 NEG -0.1 ± 1.0 0.2 ± 0.2 75 1129/98 

218 26 15 3 1 Room-I A Wall Chair-rail Intact Wood lIeige 0.43 ± 0.28 POS 1.1 ± 10.4 1.1 ±0.4 10.0 1129/98 
219 26 16 3 I Room-I B Door-I Door Intact Wood Beige 0.02 ± 0.19 NEG -02±1.2 O.O± 0.2 1.0 1129198 

220 26 17 3 I Room-I C Door-2 Door Intact Wood Beige 0.25±021 NEG -0.2 ± 0.6 -02 ± 0.6 10.0 1129198 
221 26 18 3 I Room-I C Door-2 Casing Intact Wood Beige 0.08 ± 0.36 NEG 00 ± 1.0 0.1 ± 0.4 3.6 1129198 
222 26 19 3 1 Room-I III Window-3 Stool Intact Wood lIeige 0.43 ± 0.28 POS 1.0 ± 10.5 1.0 ±0.4 10.0 1129/98 
223 26 20 3 I Room-I A Window-I Sash Intact Wood Ueige 0.96 ± 0.65 POS 1.6 ± 0.8 1.6± 0.8 10.0 1129/98 

224 26 21 3 I Room-I C Entrance Casing Intact Wood Beige 0.60 ± 0.38 NEG 0.6 ± 10.5 0.6 ± 0.4 \0.0 1/29198 
225 26 22 3 I Room-} A Wmdow Boxing Intact Wood Beige 0.0}±0}9 NEG 03±09 0.0 ± 0 2 1.0 1/29/98 
226 26 23 3 I Room-I A Wall Wall-Rgstr Intact Metal BeIge 0.31 ±021 NEG 02±06 02±06 \0.0 1/29/98 
227 26 24 3 I lIall-1 A Wall-Upr Wall Intact Drywall Ueige 0.95 ± 0.65 POS 1.0±o.7 1.0±0.8 10.0 1/29/98 
228 26 25 3 I lIall-l Il: Wall-Upr Wall Intact Drywall Ileige 1.75 ± 1.22 POS 1.5 ± 0.8 1.5 ± 0.8 10.0 1129/98 

229 26 26 3 1 lIall-1 C Wall-Upr Wall Intact Drywall lIeige 1.18 ± 0.80 POS 1.5 ± 10.7 1.5 ± 0.8 10.0 1129/98 

230 26 27 3 I Hall-I D WSIIl-Upr Wall Intact Drywall BeIge 0.61 ± 0.39 NEG 0.6 ± 0.5 0.6 ± 0.4 100 1/29198 
231 26 28 3 I Hall-I C Wall-Lwr Wall Intact Wood Beige 0.76±064 NEG 05±07 08 ± 0.6 79 1129/98 
232 26 29 3 I Hall-I B Wall-Lwr Wall Intact Wood BeIge 087 ± 0.55 NEG 0.7 ± 0.4 0.7± 0.4 \0.0 1129/98 
233 26 30 3 I Hall-I A Wall-Lwr Wall Intact Wood Beige 0.91 ± 0.58 NEG 0.8 ± 0.4 08 ± 0.4 10.0 1129198 

234 26 31 3 I Hall-I A Wall Baseboard Intact Wood Beige 0.34 ± 0 26 NEG 07 ± 0.4 07 ± 0.4 9.5 1129/98 

235 26 32 3 I lIall-l A Wall Chair-rail Intact Wood Beige 1.06 ± 0.72 POS 1.3 ± 0.8 1.3 ±0.8 10.0 1129/98 

236 26 33 3 I Hall-I A Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.1 ± 1.0 0.0 ± 0.2 1.0 1/29/98 
237 26 34 3 I Hall-I B Door-I Door Intact Wood Beige 000 ± 0.18 NEG -0.7 ± 1.3 O.O± 0 2 1.0 1/29/98 
238 26 35 3 I Hall-I C Door-2 Door Intact Wood Beige 019±0.29 NEG 0.2 ± 0.7 02 ± 0.2 75 1129/98 
239 26 36 3 I Hall-I C D,oor-2 Casing Intact Wood Beige 0.32 ± 0.37 NEG 0.2 ± 0.5 03±04 8.0 1/29/98 
240 26 37 3 I Hall-I A Entrance Casing Intact Wood Beige 0.22 ± 0.48 NEG -0.2 ± 0.9 0.2 ± 0.4 5.6 1/29/98 

241 26 38 3 I Hall-I D Cabinet Door-Out Intact Wood Beige 006 ± 0.38 NEG -04 ± 1.0 01±04 3.1 1/29/98 

242 26 39 3 I Hall-I D Cabinet InSIde Intact Wood Beige 0.26 ± 0.22 NEG 0.2 ± 0.6 0.3 ± 0 2 3.3 1/29/98 

243 26 40 3 I Hall-I B Wall Wall-Rgstr Intact Metal Beige 0.35 ± 0.29 NEG 0.8 ± 0 7 0.3 ± 0 2 5.7 1129/98 

244 26 41 3 I Hall-I C Stairs Baseboard-Ins Intact Metal Beige 026±0.21 NEG -0.3 ± 0 6 -0.3 ± 0.6 10.0 1129/98 

245 26 42 3 I Hall-I C Stairs RaIl-cap Intact Wood Varnish O.OO± 0.22 NEG -0.5 ± 1.3 0.0 ± 0 2 1.0 1129/98 
246 26 43 3 I Porch-I Il: Porch Trim-Upr Intact Wood White 1.32 ± 0.28 POS 1.2 ± 0.7 1.3 ± 0.2 2.5 1129/98 

247 26 44 3 I Porch-I E: P'Drcb Columns Intact Wood White »5.0± 1.00 POS 15.1 ± 1~.7 15.1 ± 6.6 7.9 1129/98 

248 26 45 3 I Porch-I B Porch Floor Intact Wood Grey 0.74 ± 0.27 NEG 0.8 ± I) 7 0.7 ± 0.2 3.2 1/29/98 

249 26 46 3 I Porch-I A Porch Lattice Intact Wood White 0.00 ± 0.10 NEG -0.1 ± 1.1 O.O± 0.2 1.0 1129198 

250 26 47 3 I Porch-I A Porch Wall-Lwr Intact Wood White 0.00 ± 0.10 NEG -0.2 ± 0.9 0.0 ± 0.2 10 1/29/98 
251 26 48 3 I Porch-I III Porch Wall Intact Masonite White »5.0± 1.00 POS 9.1 ± 5.0 9.1 ± 5.0 6.4 1129/98 
252 26 49 3 I Porch-I E, Door-I Door Intact Wood White »5.0 ± 1.00 POS 6.9 ± I~.I 6.9± 6.0 7.4 1129/98 

253 26 50 3 I Porch-I E, Door-I Casing Intact Wood White »5.0± 1.00 POS 18.1 ± 1~.2 18.1 ± 6.2 8.9 1129/98 

254 26 51 3 I Porch-I IJi Door-2 Door Intact Wood White »5.0± 1.00 POS 13.3 ± :5.3 13.3 ± 5.2 4.6 1129/98 

255 26 52 3 I Porch-I IJi Door-3 Door Intact Wood White »5.0± 1.00 POS 13.2 ± 1S.3 13.2 ± 6.4 4.5 1/29/98 
256 26 53 3 I Porch-I D' Door-4 Casing Intact Wood White »S.O± 1.00 POS 11.4 ± :3.4 11.4±3.4 5.0 1/29/98 

257 26 54 3 1 Porch-I IJi Door-3 Crown-mold Intact Wood White »5.0± 1.00 POS 17.4 ± 5.7 17.4 ± 5.6 4.9 1129/98 
258 26 55 3 I Room-2 A. Wall-Upr Wall Intact Drywall lIeige 0.76 ± 0.48 POS 1.3 ± 0.5 I.3 ± 0.4 10.0 1129/98 

259 26 56 3 I Room-2 B Wall-Upr Wall Intact Drywall lIeige 0.72 ± 0.45 POS 1.0 ± 0.5 1.0± 0.4 10.0 1129/98 
260 26 57 3 I Room-2 C Wall-Upr Wall Inlact Drywall lIeige 0.99± 0.67 POS I.5 ± 0.8 1.5 ± 0.8 10.0 1129/98 

261 26 58 3 I Room-2 D Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.11 NEG -0.3 ± I 0 0.0 ± 0 2 1.0 1129/98 
262 26 59 3 I Room-2 D Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 1.1 0.0 ± 0 2 1.0 1129/98 
263 26 60 3 I Room-2 C Wall-Lwr Wall Intact Wood Beige 041 ± 0.27 NEG 0.6 ± 0.5 0.6 ± 0.4 10.0 1129/98 
264 26 61 3 I Room-2 B Wall-Lwr Wall Intact Wood Beige 079 ± 0.50 NEG 0.6 ± 0 5 0.6 ± 0 4 10.0 1/29/98 
265 26 62 3 I Room-2 A Wall-Lwr Wall Inlact Wood lIeige 0.68 ± 0.43 POS 1.2 ± 0.5 1.2 ± 0.4 10.0 1129/98 
266 26 63 3 I Room-2 A Wall Baseboard Intact Wood Beige 057 ± 0.36 NEG 0.8 ± 0.4 0.8 ± 0 4 100 1/29/98 
267 26 64 3 I Room-2 A Wall Chair-rail Inlact Wood lIeige 0.99± 0.67 POS 2.0 ± 0.9 2.0±0.8 10.0 1129198 
268 26 65 3 I Room-2 A Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0.2 ± 1.2 0.0 ± 0 2 1.0 1129/98 
269 26 66 1 Room-2 B Wall Wall-Rgstr Inlact Metal lIeige 0.54 ± 0.31 POS 1.1 ± 0.5 1.1 ± 0.6 P "29/98 
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270 26 67 3 I Room-2 A Door-I Door Intact Wood Beige o 13 ± 0 39 NEG 01,,08 01±04 4.9 1/29/98 
271 26 68 3 I Room-2 0 Door-3 Door Intact Wood Beige 0.15±047 NEG -06" I 3 0.2 ± 0 4 50 1129/98 
272 26 69 3 I Room-2 B Door-2 Casmg Intacl Wood Beige 024 ± 0 38 NEG 04,,06 02±04 66 1129/98 
273 26 '70 3 1 Room-2 C Window-2 Sl:ool Intacl Wood Beige 0.39 ± 0.29 POS 1.2,.0.5 1.2 ± 0.4 9.6 1129/98 
274 26 '71 3 1 Room-2 C Window-2 S:osh Intact Wood Beige 0.86 ± 0.59 POS 2.1:.0.8 2.0±0.8 10.0 1129/98 
275 26 72 3 I Room-2 C Window-2 Boxing Intact Wood Beige 0.03 ± 0.10 NEG -0.7" 1.1 0.0 ± 0 2 43 1129/98 
276 26 73 3 I Room-2 A Bookcase-2 Frame Inlact Wood Beige 0.IH027 NEG 0.0,,0.9 0.2 ± 0 2 77 1129/98 
277 26 74 3 I Room-2 A Bookcase-2 Shelf Intact Wood Beige OOHO 14 NEG 0.5:,07 01±02 59 1/29/98 
278 26 75 3 I Room-2 A Cabmet-2 Door-Out Intact Wood Beige 0.24 ± 0.38 NEG 0.0:,07 0.2 ± 0.4 7.0 1/29/98 
279 26 76 3 I Room-2 A Cabinet-2 Inside Intact Wood Beige 023 ± 0.40 NEG 0.4:,08 0.2 ± 0 4 6.7 1129/98 
280 26 77 3 I Room-2 0 Wall Wall-Rgstr Intact Metal Beige 000±0.14 NEG -05:,13 0.0 ± 0.2 1.0 1129/98 
281 26 78 3 I Kttchen A Wall Wall Paper Intact Drywall Beige 003± 0.10 NEG -10,,1.1 0.0 ± 0.2 10 1129/98 
282 26 79 3 I Kitchen B Wall Wall Paper Intact Drywall Beige 0.07±0.18 NEG -0.4 :, \.2 01 ± 0.2 1.5 1129/98 
283 26 :80 3 I Kitchen C Wall Wall Paper Intact Drywall Beige 006±014 NEG -12:,\.2 01 ± 0.2 I 3 1/29/98 
284 26 :8\ 3 I Kitchen 0 Wall Wall Paper Intact Drywall Beige 018 ± 0.49 NEG -1.2:.1.1 02±04 32 1/29/98 
285 26 :82 3 I Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish O.OO± 010 NEG -0.4 :, 1.1 O.O± 0.2 1.0 1/29/98 
286 26 :83 3 I Kitchen 0 Cabinet-Lwr Inside Intact Wood Varnish O.OO± 0 10 NEG -06:,10 o o± 0.2 1.0 1/29/98 
287 26 :!4 3 I Kitchen A Cabmet-Lft Door-Out Intact Wood Beige 000±013 NEG -04" II 00 ± 0.2 10 1129/98 
288 26 85 3 I Kitchen A Cabinet-Rht Inside Intact Wood Beige 0.00 ± 0.10 NEG 03,,0.9 0.0 ± 0.2 10 1/29/98 
289 26 i!6 3 I Kttchen A Cabinet-Rht Air-duct Intact Metal Beige 0.19±0.10 NEG -0.2:,0.6 -0.2 ± 0.6 10.0 1129/98 
290 26 87 3 I Kitchen B Door-I Door Intact Wood Beige 0.22 ± 0.37 NEG 04:,0.6 0.2 ± 0.4 6.8 1129/98 
291 26 88 3 I Kitchen B Door-I Casing Intact Wood Beige OOO±O.lO NEG 0.6,,0.7 0.0 ± 0.2 1.0 1129/98 
292 26 89 3 I Kitchen D Entrance Casing Peeling Wood Beige 000 ± 0.10 NEG -0.5 :, 1.3 o O± 0.2 10 1/29/98 
293 26 90 3 I Kitchen C Wmdow-I Stool Fair Wood Beige 063 ± 0.40 NEG 0.5:,0.5 0.5 ± 0.4 10.0 1/29/98 
294 26 'n 3 1 Kitchen C Window-l S:ash Fair Wood Beige 0.51 ± 0.61 POS 2.6:l0.8 2.6± 0.8 7.S 1129198 
295 26 92 3 I Shutter Cal-I Cahbrate Calibrate OOO±OOO 00:,0.0 o O± 0.0 0.0 1/29/98 
296 26 '~3 3 I Calibrate-I Calibrate CaHbrate 1.01 ± 0.10 POS 0.S:lO.7 1.0 ± 0.2 1.0 1/29/98 
297 26 '14 3 1 Calibrate-2 Calibrate Calibrate 1.21 ± 0.28 POS -0.3:,0.7 1.2 ± 0.2 2.4 1129/98 
298 26 '15 3 1 Calibrate-3 Calibrate Calibrate 1.27 ± 0.28 POS 0.4:l0.7 1.3 ± 0.2 2.S 1129198 
299 26 '16 3 1 Calibrate-4 Calibrate Calibrate 1.04 ± 0.23 POS 0.1 :l 0.7 1.0± 0.2 2.2 1129/98 
300 26 97 3 I Hall-2 C Wall Wall Intact Drywall Beige OOO±O.II NEG -0.6 :, 1.1 0.0 ± 0.2 10 1129/98 
301 26 98 3 I Hall-2 C Door-I Door Peeling Wood Beige 000±01O NEG -0.1 :, I 0 00±02 1.0 1129/98 
302 26 99 3 I Hall-2 A Door-2 Door Peeling Wood Beige 000±010 NEG -0.5 " 1.1 0.0 ± 0.2 10 1/29/98 
303 26 100 3 I Hall-2 C Door-I Casing Peeling Wood Beige 000±010 NEG 0.0,,09 o O± 0.2 10 1129/98 
304 26 101 3 I Hall-2 B Entrance Casing Intact Wood Beige 0.00 ± 010 NEG 02:,08 0.0 ± 0.2 1.0 1129/98 
305 26 102 3 I Hall-2 B Elee-Panel Elec Panel Inlact Metal Grey 003 ± 0.\3 NEG -0.7:<14 00±02 1.4 1/29/98 
306 26 103 3 I Hall-2 C Closet Door Intact Wood Beige OOO±O.IO NEG -06:, 12 00±02 10 1129/98 
307 26 104 3 I Hall-2 C Closet Casing Intact Wood Beige 000 ± 0.10 NEG -0 2 " 1.1 0.0 ± 0 2 1.0 1/29/98 
308 26 lOS 3 I Hall-2 D Closet Bast,board Intact Wood Beige OOO±O.IO NEG 0.0" 1.1 0.0 ± 0.2 10 1/29/98 
309 26 106 3 I Hall-2 A Closet Shelf Intact Wood Beige 000 ± 0.10 NEG 0.2:,09 0.0 ± 0.2 10 1/29/98 
310 26 107 3 I Hall-2 A Closet Wall Intact Drywall Beige 0.01±023 NEG -08:, 1.1 O.O± 0.2 14 1/29/98 
311 26 108 3 I Hall-2 B Closet Wall Intact Drywall Beige OOO±O.IO NEG -Ok, 1.1 o O± 0.2 10 1129/98 
312 26 109 3 I Bath-I A Wall Wall Paper Intact Drywall Beige 0.00 ± 0.10 NEG -0.1 :,09 O.O± 0.2 10 1/29/98 
313 26 110 3 I Bath-I B Wall Wall Paper Intact Drywall Beige 0.07±0 16 NEG 04:,06 0.1 ±02 6.8 1129/98 
314 26 III 3 I Bath-I C Wall Wall Paper Intact Drywall Beige 0.02 ± 0.30 NEG -0.4 ,. I 3 0.0 ± 0.2 1.4 1/29/98 
315 26 112 3 I Bath-I D Wall Wall Paper Intact Drywall Beige 004 ± 0.31 NEG -0.2,,1.1 0.0 ± 0 4 2.7 1/29/98 
316 26 113 3 I Bath-I A Door Door Peehng Wood Beige 000±010 NEG -0.8" I 2 00±02 10 1/29/98 
317 26 114 3 I Bath-I A Door Casing Peeling Wood Beige 000±010 NEG -0.2,,09 0.0 ± 0 2 10 1/29/98 
318 26 115 3 I Bath-I C Window Stool Intact Wood Beige 006±010 NEG -0.9" I 2 0.1 ± 0 2 78 1/29/98 
319 26 116 3 I Bath-I C Window S:ash Intact Wood Beige 2.23 ± 1.45 POS: 3.6:l 1.4 3.6 ± 1.4 7.8 1/29/98 
320 26 117 3 I Bath-I B Cab met Door-Out Intact Wood Beige 0.00 ± 010 NEG -0.2" I 0 00 ± 0.2 1.0 1/29/98 
321 26 118 3 1 Bath-I B Cabinet Inside Intact Wood BeIge 000±01O NEG -0 5 " 1.1 00 ± 0.2 10 1/29/98 
322 26 119 3 I Bath-I A Wall Wall-Rgstr Intact Metal Beige 010 ± 0 32 NEG 0.2,,0.9 01±0.4 45 1129/98 
323 26 120 3 I Room-3 A Wall-Upr Wall Intact Drywall BeIge 0.00 ± 010 NEG 04,,0.7 0.0 ± 0.2 10 1/29/98 
324 26 121 3 I Room-3 B Wall-Upr Wall Intact Drywall Beige 002±0.10 NEG o L, 10 0.0 ± 0 2 2.7 1/29/98 
325 26 122 3 I Room-3 C Wall-Upr Wall Intact Drywall Beige 000 ± 0.10 NEG -0.6" 12 00±02 1.0 1/29/98 
326 26 123 3 I Room-3 0 Wall-Upr Wall Intact Drywall Beige 004±0.17 NEG 01,.0.8 0.0 ± 0.2 47 1/29/98 
327 26 124 3 I Room-3 D Wall-Lwr Wall Intact Wood Beige OOO±O.IO NEG -I 5 :, I I 0.0 ± 0.2 10 1/29/98 
328 26 125 3 I Room-3 C Wall-Lwr Wall Intact Wood Beige 0.01 ± 0.10 NEG -0 L, 10 0.0 ± 0.2 2.2 1/29/98 
329 26 126 3 I Room-3 B Wall-Lwr Wall Intact Wood Beige 000±01O NEG -0.9 " 1.1 0.0 ± 0.2 10 1/29/98 
330 26 127 3 I Room-3 A Wall-Lwr Wall Intact Wood Beige OOO±O \3 NEG -0.2,,09 0.0 ± 0.2 10 1/29/98 
331 26 128 3 I Room-3 A Wall-Lwr Bas!,board Intact Wood Beige 0.00 ± 0.10 NEG -010< 10 0.0 ± 0.2 10 1/29/98 
332 26 129 3 I Room-3 A Wall-Lwr Chair-rail Intact Wood Beige 0.02 ± 0 27 NEG -0.9" 13 0.0 ± 0.2 10 1/29/98 
333 26 130 3 I Room-3 A Door-I Door Intact Wood Beige 000±010 NEG -0.H08 0.0 ± 0 2 10 1/29/98 
334 26 131 3 I Room-3 B Door-2 Door Intact Wood Beige OOO±O.IO NEG 01,,08 0.0 ± 0.2 10 1/29/98 
335 26 132 3 I Room-3 B Door-2 Casing Intact Wood Beige OOO±O 10 NEG -05" 12 00 ± 0.2 10 1/29/98 
336 26 133 3 I Room-3 B Wall Wall-Rgstr Intact Metal Beige OOO±O 14 NEG -I I " I 7 0.0 ± 0.2 10 1/29/98 
337 26 134 3 I Room-3 C Wmdow Stool Intact Wood Beige 0.06±0 10 NEG 05,,05 05±04 92 1/29/98 
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Site: 26 Date: 1129/98 Pamt Page 6 
Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp F'lr Room Side Stre Feat Cnd Sub Clr PbL(mglem') RES PbK Combined DI Date Note 
338 26 135 3 1 Room··J C Window Sash Intact Wood Beige 0.18 ± 0.22 POS 1.3 ± 0.5 1.3 ± 0.4 5.7 1129/98 
339 26 136 3 1 Room .. 3 0 Door Bu1khd·Dr Intact Wood Beige 0.04 ± 0 26 NEG ·05± 10 00±02 3.5 1/29/98 
340 26 137 3 1 Room··3 0 Casing Bulkhd·Dr Intact Wood Beige 009±01O NEG ·0.2 ± 1 2 0.1 ± 0.2 73 1129/98 
341 26 138 3 I Room .. 3 C Closet Door Intact Wood Beige 000 ± 0.\3 NEG -0.7 ± I 0 0.0 ± 0.2 1.0 1129/98 
342 26 139 3 1 Room .. 3 C Closet Casing Intact Wood Beige OOO±O.lO NEG 01 ± 1.0 0.0 ± 0.2 1.0 1129/98 
343 26 140 3 1 Room .. 3 0 Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG 05 ± 0.7 0.0 ± 0.2 1.0 1129/98 
344 26 141 3 1 Room .. 3 A Closet Shelf Intact Wood Beige 0.00±010 NEG -0.4 ± 1.0 O.O± 0.2 10 1129/98 
345 26 142 3 1 Room .. 3 A Closet Wall Intact Drywall Beige 0.01 ± 0.10 NEG -0.1 ± 1.0 O.O± 0.2 24 1129/98 
346 26 143 3 1 Room .. 3 B Closet Wall Intact Drywall Beige 001 ± 0.10 NEG 0.3 ± 0.8 0.0 ± 0.2 26 1129/98 
347 26 144 3 1 Room .. 3 0 Closet Wall Intact Drywall Beige 000±0.10 NEG -04 ± 1.0 o o± 0.2 1.4 1129/98 
348 26 145 3 1 Room .. 3 A Closet Hanger-rod Intact Metal Beige 0.11 ± 0.24 NEG 0.1 ±09 0.1 ±0.2 3.2 1/29/98 
349 26 146 3 1 Garage-alic B Door Door Intact Wood BeIge 0.07 ± 0.41 NEG -0.8 ± 1.3 0.1 ± 0.4 32 1129/98 
350 26 147 3 1 Garage-atic B Door Jamb Intact Wood Beige 006 ± 0 36 NEG -02 ± I 0 01±04 3.4 1129/98 
351 26 148 3 1 Hall-3 A Wall Wall Paper Intact Drywall Beige 0.70 ± 0.26 NEG 1.0± 0.6 0.7 ± 0.2 4.6 1129/98 
352 26 149 3 1 Hall-:3 B Wall Wall Paper Intact Drywall Beige 0.78 ± 0.23 POS 1.6 ± 0.5 1.6 ± 0.4 5.2 1129198 
353 26 150 3 1 Hall-:, C Wall Wall Paper Intact Drywall Beige 0.05 ± 0.11 NEG 0.3 ± 0 9 0.1 ± 0.2 1.5 1129/98 
354 26 151 3 1 Hall-.3 0 Wall Wall Paper Intact Drywall Beige 1.18 ± 0.54 POS 0.7 ± 0.8 1.2 ± 0.6 6.1 1129/98 
355 26 152 3 1 Hall-:, 0 Wall Baseboard Intact Wood Beige O.OO±O 10 NEG -0.4 ± 1 2 o.o± 0.2 10 1129/98 
356 26 153 3 I Hall-:, A Door-I Door Intact Wood Beige 0.16 ± 0.36 NEG 0.0 ± 0.6 0.2 ± 0.4 5.9 1129/98 
357 26 154 3 1 Hall-:, B Door-2 Door Intact Wood Beige 0.02 ± 0.26 NEG -0.6 ± 1.4 00±02 10 1129/98 
358 26 155 3 I Hall-:, 0 Door-3 Door Intact Wood Beige 027 ± 0.22 NEG 00 ± 0.6 0.0 ± 0.6 10.0 1129/98 
359 26 156 3 1 Hall-:, 0 Door-3 Casing Intact Wood Beige 0.31 ± 0.33 NEG 03±04 0.3 ± 0.4 7.6 1129/98 
360 26 157 3 1 Meeh-rm 0 Door Door Intact Wood Beige 0.23 ± 0.31 NEG -0.3 ± 1.1 0.2 ± 0.4 2.6 1129/98 
361 26 158 3 1 Meeh-Im 0 Door Jamb Intact Wood Beige 0.31 ± 0 22 NEG 0.6 ± 0.6 0.3 ± 0.2 3.3 1129/98 
362 26 159 3 1 Mech-Im C Elee-Panel Elec Panel Intact Metal Grey 0.00±0.10 NEG -0.1 ± 1 0 o.o± 0.2 1.0 1/29/98 
363 26 160 3 1 Porch .. 2 C Porch-2 Trim-Upr Intact Wood White 3.71 ± 2.38 POS 13.5±5.2 13.5± 5.2 4.6 1129/98 
364 26 161 3 1 Porch··2 A Porch-2 Columns Intact Wood White 3.34 ± 2.76 POS 15.5 ± 6.1 15.5 ± 6.0 4.0 1/29198 
365 26 162 3 1 Poreh·,z A Porch-2 Floor Intact Wood Grey 0.74 ± 0.22 NEG 0.1 ±0.7 0.7 ± 0.2 2.5 1129/98 
366 26 163 3 1 Porcb .. 2 A Porch-2 Lattice Intact Wood White 0.55 ± 0.36 POS 1.0 ± 0.5 1.0± 0.4 10.0 1129198 
367 26 164 3 1 Porcb .. 2 B Door-2 Door Intact Wood White »5.0 ± 1.00 POS 13.0 ± 5.1 13.0± 5.2 9.0 1129198 
368 26 165 3 1 Porcb .. 2 B Door-2 Casing Peeling Wood White »5.0± 1.00 POS 11.1 ± 5.9 11.1 ± 6.0 4.7 1129/98 
369 26 166 3 1 Porch·,z C Door-3 Door Intact Wood White 0.00 ± 0.10 NEG -0.1 ± 1.1 00 ± 0.2 1.0 1129/98 
370 26 167 3 1 Porch·2 C Door-3 Casing Intact Wood White OOO±O.lO NEG -0.1 ± 1.1 o O± 0.2 1.0 1129/98 
371 26 168 3 1 Porcb··2 A Door-1 Casing Intact Wood White 2.22* 2.10 POS 13.1 ±5.6 13.1 * 5.6 2.3 1129/98 
372 26 169 3 1 Porch .. 2 A Wall Wall Intact Masonite White »5.0± 1.00 POS 9.9±4.9 9.9 ± 5.0 3.2 1/29198 
373 26 170 3 1 Porch· 2 B Wall Wall Intact Masonite White OOO±O.lO NEG -01±09 00±02 10 1/29/98 
374 26 171 3 I Porch .. 2 0 Wall Wall Intact Masonite White »5.0± 1.00 POS 8.9±2.9 8.9 ± 2.8 4.1 1129198 
375 26 172 3 I Poreh·2 A Closet Door Intact Wood White 0.00 ± 0.10 NEG -01±1.I 00±02 1.0 1/29/98 
376 26 173 3 I Porch· 2 A Closet Casmg Intact Wood White 000 ± 0.\0 NEG -0.2 ± 0.9 o.o± 0.2 1.0 1/29/98 
377 26 174 3 1 Poreh·2 B Closet Baseboard Intact Wood White 0.00 ± 0.10 NEG -0.3 ± 1 0 0.0 ± 0 2 1.0 1/29198 
378 26 175 3 1 Porch· 2 C Closet Shelf Intact Wood White 0.01±0.10 NEG -0.8 ± 1.1 o.o± 0.2 1.2 1/29/98 
379 26 176 3 I Porch·2 B Closet Wall Intact Drywall White 0.04±0 10 NEG 01 ± 0.5 0.1 ± 0.4 10.0 1/29/98 
380 26 177 3 I Poreh·2 B Closet Wall Intact Drywall White 000 ± 0.10 NEG -0.8 ± 1 2 0.0 ± 0.2 1.0 1/29/98 
381 26 178 3 I Porch·2 C Closet Wall Intact Drywall White 0.00 ± 0.10 NEG 00 ± 1.0 00±02 1.0 1/29198 
382 26 179 3 I Shutter Cal-1 Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 o.o± 0.0 0.0 1129/98 
383 26 180 3 I Calibralle-l Calibrate Calibrate 1.04 ± 0.10 POS 0.6 ± 0.6 1.0± 0.2 1.0 1129198 
384 26 181 3 I Calibralle-2 Calibrate Calibrate 1.08 ± 0.24 POS 0.0 ± 0.7 1.1 ± 0.2 2.2 1129198 
385 26 182 3 I Garage-Int A Door-I Casing Intact Wood White 0.02 ± 0.10 NEG -0.4 ± 10 0.0 ± 0.2 10 1/29/98 
386 26 183 3 I Garage-Int C Door-2 Door Intact Wood White 0.00 ± 0.10 NEG -0.4 ± 1.3 o o± 0.2 1.0 1/29/98 
387 26 184 3 I Garage-Int C Door-2 Jamb Intact Wood White OOO±O 10 NEG 01 ± 0.9 O.O± 0.2 10 1129/98 
388 26 185 3 I Shutter Cal-I Calibrate CalIbrate 000 ± 0.00 0.0 ± 0 0 0.0 ± 0 0 00 1129/98 

389 26 186 3 1 Calibral:e-l Calibrate Calibrate 1.06 ± 0.13 POS 0.4 ± 0.7 1.1 ± 0.2 1.0 1129/98 
390 26 187 3 I Calibralle-2 Calibrate Calibrate 1.28 ± 0.29 POS 0.2 ± 0.7 1.3 ± 0.2 2.5 1129/98 
391 26 188 3 I Calibralle-3 Calibrate Calibrate 1.23 ± 0.28 POS 0.6 ± 0.7 1.2 ± 0.2 2.5 1129/98 
392 26 189 3 I Calibralle-4 Calibrate Calibrate 1.00 ± 0.22 POS -0.3 ± 0.7 1.0± 0.2 2.1 1129198 
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Original Reading 
18.90 
13 .10 
11.10 

0.00 
0.70 
0.30 
1. 70 
0.10 
0.00 
0.30 

46.20 

46.2/10 = 4.62 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
12.60 15.75 
11.70 12.40 
11.70 11.40 

8.60 4.30 
0.80 0.75 
0.10 0.20 
1. 30 1. 50 
1.10 0.60 
0.00 0.00 
0.30 0.30 

48.20 47.20 

48.2/10 = 4.82 

Absolute Difference = 4.82 - 4.62 = 0.20 

553.575 x 0.0072 = 3.98574 
3.98574 + 0.032 = 4.01774 
Square Root of 4.01774= 2.004430 

Squared 
248.0625 
153.7600 
129.9600 

18.4900 
0.5625 
0.0400 
2.2500 
0.3600 
0.0000 
0.0900 

553.575 

C = 553.575 
D = 3.98574 
E = 4.01774 
F = 2.004430 2.004430 x 1.645 = 3.2973 (Retest Tolerance Limit) 

Retest Tolerance Limit = 3.2973 

0.20 < 3.2973 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference ofthe two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
avera!!es is eaual to or !!reater than the Retest Tolerance Limit a second time. then the insnection is _ ... _ - --- -7 ---~- ---- ----c ~ - - -----

considered deficient. 
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Paint Page I 
Quarters CC, Quality Evaluation Retest 

Charkston Naval Complex 
Site: Date: 1130/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcrn2) RES PbK Combined Note 
I 26 265 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 O.O± 0.0 
2 26 266 6 Calibrate-I Calibrate Calibrate 0.96± 0.10 NEG 0.7 ± 0.6 1.0 ± 0.1 
3 26 267 6 Calibrate-2 Calibrate Calibrate 1.3Z ± 0.2l! POlS 0.9 ± 0.6 1.3 ± 0.3 
4 26 268 6 Calibrate-3 Calibrate Calibrate 1.1.3± 0.2:~ POlS 1.1:1: 0.6 1.1 ± 0.2 
5 26 269 6 Calibrate-4 Calibrate Calibrate 1.17 ± 0.2!; POlS 1.0:1: 0.6 1.2 ± 0.3 
6 26 270 6 Calibrate-5 Calibrate Calibrate I.Ui± 0.24\ POlS 0.4 ± 0.6 1.3:1: 0.3 
7 26 271 6 Calibrate-6 Calibrate Calibrate 0.96± 0.20 NEG 0.2 ± 0.6 1.0 ± 0.2 
8 26 272 6 1 Porch-2 A Porch Columns Intact Wood White »5.0:1: 1.00 POlS 12.6 ± 2.6 12.6 ± 2.6 174 
9 26 273 6 1 Porch-2 A Door-I Casing Intact Wood White 3.30:1: 2.80 POlS 11.7 ± 2.5 11.7 ± 2.5 371 
10 26 274 6 I Porch-2 B Door-2 Casing Peeling Wood White »5.0± 1.00 POlS 11.7 ± 2.7 11.7 ± 2.7 368 
11 26 275 6 1 Porch-2 B Wall Wall Intact Masonite White »5.0± 1.00 POlS 8.6:1:2.2 8.6 ± 2.2 373 
12 26 276 6 I Hall-3 A Wall Wall Paper Intact Drywall Beige 0.81 ± 0.37 NEG 1.\ ± 0.5 08 ± 0.4 351 
13 26 277 6 2 Room-I A Window Casing Intact Wood Beige o 16± 0.10 NEG 0.1 ±0.6 0.1 ± 0.6 14 
14 26 278 6 2 Room-I A Window Sash Intact Wood Beige 0.6.3± 0.37 POlS 1.3 ± 0.3 1.3 ± 0.3 15 
15 26 279 6 2 Room-3 C Window Sash Intact Wood Beige 0.2·:I± 0.27 POlS 1.1 ± 0.3 1.1 ± 0.3 70 
16 26 280 6 2 Room-3 C Window Casing Intact Wood Beige O.OO± 0.10 NEG -0.5 ± 0.7 00 ± 0.1 69 
17 26 281 6 2 Bath-3 A Door Door Intact Wood Beige 0.18 ± 0.10 NEG 0.3 ± 0.7 OJ :I: 0.7 95 
18 26 282 Shutter Cal-I Calibrate Calibrate o OO± 0.00 OO±OO 0.0 ± 0 0 
19 26 283 6 Calibrate-I Calibrate Calibrate 1.01 ± O.D POlS 0.8 ± 0.5 1.0 ± 0.1 
20 26 284 6 Calibrate-2 Calibrate Calibrate 0.93±019 NEG 0.6 ± 0.5 09:1:02 
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XRF Field Data Sheets 
and Analvsis Results 

o 

for Dust and Soil Sampies 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters ee, 1305 Avenue G, Charleston Naval Complex, 

Charieston SC 

Is surface 
Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number Room Tvnp- cleanable? area (inches tft2\ Found -.I r-

X inches) ,- - I 

NBCI 
1ST Floor, Floor-

atrs CC Yes 12 x 12 1 -13.10 
001 

Room-2 Door 

NBCI 
1ST Floor, Floor-

atrs CC Yes 12 x 12 1 114.50 
002 

Porch-1 Door-3 

NBCI 1ST Floor, Window 
atrs CC Yes 2 x 27 0.375 -25.70 
003 

Kitchen Sill 

NBCI 1ST Floor, Floor-
atrs CC Yes 12 x 12 1 -16.80 
004 

Room-3 Closet 

NBCI \1\1i .... ,..._1&1 

Result of Lab 
Analysis 
illnl ft2\ 
"U'" -- 1 

<Detectable 

114.50 

<Detectable 

<Detectable 

,.,NQ [:1 __ ..-
VVIIIUUVV 

Sill 
Yes 

1-
2 x27 0.375 -4.90 1_ <Detectable 

atrs CC 
007 
NBCI 
atrs CC 
008 

c;.=- rlOOi, vvinuOW 

2ND Floor, 

1 Room-2 

,.,ND ~I 'AI: ,.J 

Bath-2 Sill 

Blank N/A 

I Measure to the nearest 118 inch. 

Yes 12 x 12 -27.00 

Yes 2 x27 0.375 -22.10 

N/A N/A N/A -3.20 

HUD standards: 100 Ilg/fe (floors), 500 I1g/fe (interior window sills), 800 119/ft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 1/29/98 

Table 23-b, Field Sampling Form for Dust 
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Quarters CC, Llust Samples 
Charleston Naval Complf:x 

Site 26, Date: 1129/98 
Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Pb ± Pree 
5 26 209 6 Calibrate-l Calibrate Calibrate 3296.00 ± 63.50 
10 26 214 6 1 Room-2-DOI D Floor Floor -13.10 ± 22.40 
15 26 219 6 1 Porch-I-D02 D Floor Floor 114.50 ± 25.40 
20 26 224 6 1 Kitchen-D03 C Window Stool -25.70 ± 23.60 
25 26 229 6 1 Room-3-D04 A Floor Floor -16.80± 23.20 
30 26 234 6 2 Room-I-D05 A Window Stool -4.90 ± 22.40 
35 26 239 6 2 Room-2-D06 D Floor Floor -27.00 ± 25.10 
40 26 244 6 2 Bath-2-D07 C Window Stool -22.IO± 22.90 
45 26 249 6 Blank-D08 Blank -3.20 ± 19.70 
50 26 255 6 Calibrate-l Calibrate Calibrate 3635.20 ± 68.30 

Table 23-c, XRF Field Data Shf:ets for Dust Samples 



Bulk Page 1 
Quarters CC, SoH Samples 
Charleston NavaU Complex 

Site: 26 Date: 1130/98 

No Site XLNo Insp Room Side Str<: Feat Ph ± Prec 
I 26 257 3 Calibrate-l Calibrate Calibrate 39.0± 69.6 
2 26 258 3 Calibrate-2 Calibrate Calibrate 928.8 ± 95.3 
3 26 259 3 Dripline A 286.2 ± 67.2 
4 26 260 3 Dripline B 3198.4± 131.3 
5 26 261 3 DriJPline C 416.8 ± 75.4 
6 26 263 3 Calibrate-l Calibrate Calibrate -10.6 ± 67.5 
7 26 264 3 Calibrate-2 Calibrate Calibrate 1188.0 ± 112.4 

Table 23-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NA VAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

24.0 Quarters DD 

Quarters DD, 1293 Avenue G, is a two-story, wood-framed unit that is half a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subfloOiing. The 

walls and ceilings are wood-fra.Toed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 19 September 1997 to 23 September 1997, two certified lead inspectors performed an 

extensive LBP survey of Quarters DD. This survey was performed before the BUD Guidelines 

Chapter 7 revision and required three XRF readings on each testing combination. If, after two 

readings, the results were either two positives or two negative the testing combination was 

categorized accordingly with no need for the third reading. If, after two readings, the results were 

one positive and one negative the third reading classified the testing combination. 

24.1 Identification of Lead in Ouarters DD: 

Nine hundred eighteen XRF samples and calibrations were taken in Quarters DD. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column ofthe XRF Field Data Sheets. Table 24-a contains LBP sampling results for 

Quarters DD and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. Three soil samples were taken from the dripline and 

clothesline areas outside the building. Dust and soil samples were taken for informational purposes 

only. 

The following pages summarize the location of lead-based paint found in Quarters DD: 

591 



Quarters DD Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mg/cm l ) 

1 Room-2 C Window Mullion Peeling Wood Beige P~S 2.8 ±0.9 
1 Room-2 C Window Mullion Peeling Wood Beige P~S 4.6 ±1.4 
1 Room-3 A Cabinet-Upr Door-Out Intact Wood Beige P~S 2.6 ±0.8 
1 Room-3 A Cabinet-Upr Door-Out Intact Wood Beige P~S 2.3 ±0.7 
1 Room-3 A Cabinet-Upr Door~lns Intact Wood RAinA P~S 4.6 ±1.1 -_o::r-

1 Room-3 A Cabinet-Upr Door-Ins Intact Wood Beige P~S 2.9 ±0.9 
1 Room-3 C Window Sash Peeling Wood Beige P~S 2.6 ±0.8 
1 Room-3 C Window Sash Peeling Wood Beige P~S 2.2 ±0.6 
1 Room-3 C Window Mullion Peeling Wood Beige P~S 6.2 ±1.8 
1 Room-3 C Window Mullion Peeling Wood Beige P~S 2.7 ±O.S 
1 Room-3 C Window Trough Peeling Wood Beige P~S 15.2 ±2.7 
1 Room-3 C itvindow Trough Peeiing Wood Beige POS ;6.5 ±l.6 
2 Bath-2 B Window Sash Intact Wood Beige P~S 3.0 ±O.B 
2 Bath-2 B Window Sash Intact Wood Beige P~S 1.5 ±0.4 
2 Bath-2 B Window Trough Fair Wood Beige P~S 13.6 ±3.0 
2 Bath-2 B Window Trough Fair Wood Beige P~S 15.0 ±3.3 
2 Bath-2 B Window Mullion Fair Wood Beige P~S 1.8 ±0.5 
2 Bath-2 B Window Mullion Fair Wood Beige P~S 1.9 ±0.5 
2 Bath-3 C Window Sash Poor Wood Beige P~S 2.2 ±0.6 
2 Bath-3 C Window Sash Poor Wood Beige P~S 2.4 ±0.7 
2 8aih-3 C Window I rough I-'oor Wood Ijeige POS 13.9 ±3.2 
2 Bath-3 C Window Trough Poor Wood Beige P~S 4.5 ±1.6 
2 Bath-3 C Window Mullion Poor Wood Beige P~S 1.4 ±0.3 
2 Hall-4 B Window-1 Sash Peeling Wood Beige P~S 3.0 ±0.9 
2 Hall-4 B Window-1 Sash Peeling Wood Beige POS 1.7 ±0.4 
2 Hall-4 B Window-1 Mullion Peeling Wood Beige P~S 1.7 ±0.4 
2 Hall-4 B Window-1 Mullion Peeling Wood Beige P~S 1.5 ±0.3 
2 House-Ext B House Soffit Fair Wood White P~S 16.7 ±2.7 
2 House-Ext B House Soffit Fair Wood White P~S 18.6 ±2.8 
2 House-Ext B House Facia Fair Wood White P~S 7.7 ±2.1 
2 House-Ext B House Facia Fair Wood White P~S 14.3 ±2.7 
2 Rocm=1 A V'Jindow .. 1 Sash Intact \A/ft. ....... 

c_: __ 
nl"\C' .... on .., 

• vuuu O~I~C rvu .: ... ::!:u., 
2 Room-1 A Window-1 Trough Peeling Wood Beige P~S 12.7 ±3.1 
2 Room-1 A Window-1 Mullion Poor Wood Beige P~S 1.6 ±O.3 
2 Room-1 D Window-2 Sash Intact Wood Beige P~S 2.7 ±0.9 
2 Room-1 D Window-2 Trough Peeling Wood Beige P~S 12.7 ±3.1 
2 Room-1 D Window-2 Mullion Poor Wood Beige P~S 1.4 ±0.3 
2 Room-2 A Window-1 Sash Poor Wood Beige P~S 2.9 ±0.8 
2 Room-2 A Window-; I rough I-'eeiing Wood Beige POS 13.2 ±3.0 
2 Room-2 A Window-1 Trough Peeling Wood Beige P~S 11 1 ±2.B 
2 Room=2 B V\Jindc\a/=2 Sash Fair \I\/ .......... ...t D ..... ;_ .... nl"\C> .., A on" 

VV\lVU LlCI~C rvu L." IV.O 

2 Room-3 D Window-3 Sash Intact Wood Beige P~S 1.8 ±0.4 
2 Room-3 D Window-2 Sash Intact Wood Beige P~S 4.5 ±1.4 
2 Room-3 D Window-2 Trough Poor Wood Beige P~S 16.9 ±3.4 
2 Room-3 D Window-3 Trough Poor Wood Beige P~S 11.0 ±2.7 
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Quarters DO, Lead-Based I'aint Survey 
Charleston Naval Complex 

Site: 27 Date: 9123197 
Rang;cs (NEG<INC<POS): Device PCS 

No Site XLNo IDsp Fir Room Side Stre Feat Cnd Sub Clr PbL(mgkm') RES PbK Combined Dl Date Note 

I 27 I 6 I Shutter Cal-l Calibrate Calibrate O.OO± 0.00 O.O± 0 0 0.0 ± 0.0 0.0 9/19/97 

2 27 2 6 I Calibrate-l Calibrate Calibrate 095±012 NEG 0.6 ± 0.5 1.0± 0.1 1.0 9/19/97 

3 27 3 6 I Calibrate-2 Calibrate Calibrate 082 ± 0.18 NEG 05±05 08 ± 0.2 19 9/19/97 

4 27 4 6 I Calibrate-3 Calibrate Calibrate 1.08 ± 0.24 POS 0.7 ± 0.4 1.1 ± 0.2 2.3 9/19/97 

5 27 5 6 I Room-2 A Wall Wall Intact Drywall BeIge 0.04 ± 0.10 NEG -0.2 ± 06 0.0 ± 0.1 4.0 9/19/97 

6 27 6 6 I Room-2 B Wall Wall Intact Drywall Beige 0.Q3 ± 0.29 NEG 0.2 ± 0.7 00 ± 0.3 1.6 9/19/97 

7 27 7 6 I Room-2 C Wall-Lwr Wall Intact Drywall Beige 001±0.15 NEG -0 I ± 0 6 O.O± 0.2 10 9/19/97 

8 27 8 6 I Room-2 0 Wall-Lwr Wall Intact Drywall Beige 006±032 NEG -07 ± 0.6 01 ± 0.3 36 9/19/97 

9 27 9 6 I Room-2 0 Wall ChaIr-rail Intact Wood Beige 001±025 NEG -03±06 0.0 ± 03 10 9/19/97 

10 27 10 6 I Room-2 C Wall Chatr-rail Intact Wood Beige 002±0.10 NEG -06 ± 0 7 O.O± 0.1 1.0 9/19/97 

II 27 II 6 I Room-2 C Wall Baseboard Intact Wood Beige 020 ± 0.10 NEG 01±07 0.1 ± 0.7 10.0 9/19/97 

12 27 12 6 I Room-2 B Wall Baseboard Intact Wood Beige 0.46 ± 034 NEG 03±04 0.5 ± 0.3 5.0 9/19/97 

13 27 13 6 I Room-2 C Window Apron Intact Wood Beige 0.24±047 NEG -03 ± 0.4 0.2 ± 0.5 5.9 9/19/97 

14 27 14 6 I Room-2 C Window Apron Intact Wood Beige 0.00 ± 010 NEG -04 ± 0.6 0.0±0.1 1.0 9/19/97 

15 27 15 6 I Room-2 C Window Apron Peeling Wood Beige 0.00±010 NEG 0.0 ± 0 8 O.O±O I 1.0 9/19/97 

16 27 16 6 I Room-2 C Window Apron Peeling Wood Beige 022±0.27 NEG 0.3 ± 0 4 0.2 ± OJ 4 I 9/19/97 

17 27 17 6 I Room-2 C Window Casing Peeling Wood Beige 0.33 ± 0.39 NEG 0.4 ± 0.4 0.3 ± 0.4 5.6 9/19/97 

18 27 18 6 I Room-2 C Window Casing Peehng Wood Beige 033 ± 0.23 NEG 03±04 0.3 ± 0.2 3.8 9119/97 

19 27 19 6 I Room-2 C Window Sash Peeling Wood Beige 0.38±0.19 POS 1.8±0.4 1.8 ± 0"' 3.6 9/\9197 

20 27 20 6 I Room-2 C Window Sash Peeling Wood Beige 0.61 ± 0.23 NEG 10±0.4 0.6 ± 0.2 3.1 9/19/97 

21 27 21 6 1 Room-2 C Window Sash Peeling Wood Beige 0.52 ± 0.17 POS 1.1 ± 0.3 1.1 ± 0.3 3.7 9/19/97 

22 27 22 6 1 Room-2 C Window Mullion Peeling Wood Beige 0.32 ± 0.28 POS 2.8± 0.9 2.8±0.9 2.5 9/19/97 

23 27 23 6 1 Room-2 C Window Mullion Peeling Wood Beige 0.52 ± 1.21 POS 4.6± 1.4 4.6 ± J.4 3.8 9/19/97 

24 27 24 6 I Room-2 B Door Bulkhd-Or Intact Wood Beige 0.11 ± 0.15 NEG 02 ± 0.6 0.1 ± 0.2 1.4 9/19/97 

25 27 25 6 I Room-2 B Door Bulkhd-Or Intact Wood Beige 0.23±0.19 NEG -02 ± 0 4 02 ± 0.2 28 9/19/97 

26 27 26 6 I Room-2 B B ul khead-dr Casing Intact Wood Beige o 37±0 22 NEG 00±0.4 04±02 3.5 9/19/97 

27 27 27 6 I Room-2 B B ulkhead-dr Casing Intact Wood Beige 0.19±0.25 NEG -03 ± 0.6 02 ± OJ 30 9119/97 

28 27 28 6 I Room-2 B Bulkhead-dr Jamb Intact Wood Beige 0.16±0 12 NEG -02 ± 0 7 02 ± 0.1 l.l 9/19/97 

29 27 29 6 I Room-2 B B ulkhead-dr Jamb Intact Wood Beige 0.13 ± 0.13 NEG 0.3 ± 0 6 0.1 ± 0 I I 5 9119/97 

30 27 30 6 I Room-2 0 Door Door Intact Wood Beige 0.02 ± 010 NEG -0.3 ± 0 5 00±01 23 9/19/97 

31 27 31 6 I Room-2 0 Door Door Intact Wood Beige 0.00 ± 0.18 NEG -0.6 ± 0.6 0.0 ± 02 1.0 9/19/97 

32 27 32 6 I Room-2 A Door Door Intact Wood Beige 001±0.10 NEG -0.4 ± 0.6 00 ± 0.1 10 9119/97 

33 27 33 6 I Room-2 A Door Door Intact Wood Beige 003 ± 0.16 NEG -02 ± 0.6 O.O± 0 2 1.1 9/19/97 

34 27 34 6 I Room-2 A Door Casing Intact Wood BeIge 000 ± 0.10 NEG 01 ±0.6 O.O± 0 I 1.0 9/19/97 

35 27 35 6 1 Room-2 0 Door Casing Intact Wood Beige 0.02±0 10 NEG -0 I ±0.7 O.O± 0.1 2 I 9119/97 

36 27 36 6 1 Room-2 0 Door Jamb Intact Wood Beige 0.00 ± 0.10 NEG -0.1 ±0.6 OO± 0.1 1.0 9/19/97 

37 27 37 6 I Room-2 A Door Jamb Intact Wood Beige 003±O.lO NEG 0.2 ± 0.6 00±0.1 4.3 9/19/97 

38 27 38 6 I Room-2 C Closet Door Intact Wood Beige 000 ± 0.15 NEG -0.2 ± 0.6 00 ± 0.2 1.0 9/19/97 

39 27 39 6 I Room-2 C Closet Door Intact Wood Beige 0.01 ± 010 NEG .03 ± 0.6 O.O± 0 I 1.0 9119/97 

40 27 40 6 I Room-2 C Closet Casing Intact Wood Beige 000±010 NEG -02±0.7 O.O±O I 1.0 9/19/97 

41 27 41 6 I Room-2 C Closet Casing Intact Wood Beige om ±O 10 NEG 05±04 OO± 0.1 10 9/19/97 

42 27 42 6 I Room-2 C Closet Jamb Intact Wood Beige 0.00 ± 0 10 NEG -0.4 ± 0.6 OO± 0.1 10 9/19/97 

43 27 43 6 I Room-2 C Closet Jamb Intact Wood Beige 0.19±010 NEG 0.1 ± 06 0.1 ±0.6 10.0 9/19/97 

44 27 44 6 I Room-2 A Closet Baseboard Intact Wood Beige 0.01 ± 010 NEG -0.1 ± 0.6 O.O±O I 1.4 9/19/97 

45 27 45 6 I Room-2 B Closet Baseboard Intact Wood Beige 000±015 NEG -04 ± 0.7 0.0 ± 0 2 10 9/19/97 

46 27 46 6 I Room-2 A Closet Shelf Intact Wood Beige OOO±O.IO NEG -05±0.7 O.O±O.I 10 9/19/97 

47 27 47 6 I Room-2 A Closet Shelf Intact Wood Beige 001 ± 0.23 NEG -0 4± 0 6 00 ± 0.2 10 9/19/97 

48 27 48 6 I Room-2 A Closet Wall Intact Drywall Beige o 10±0.10 NEG -02±07 -0.2 ± 0 7 10.0 9/19/97 

49 27 49 6 I Room-2 0 Closet Wall Intact Drywall Beige 002 ± 0.24 NEG -0.9±0.7 0.0 ± 0 2 2.0 9119/97 

50 27 50 6 I Room-2 C Wall Elec-condu. Intact Metal Beige 003±0.18 NEG 0.5 ± 0 5 00 ± 0.2 30 9/19/97 

51 27 51 6 I Room-2 C Wall Elec-condu Intact Metal Beige 004±0.28 NEG 0.3 ± 0.8 00 ± 0.3 24 9/19/97 

52 27 52 6 I Room-2 0 Wall Wall-Rgstr Intact Metal Beige 0.03 ± 0.24 NEG .0.1 ± 0.7 0.0 ± 0.2 27 9/19/97 

53 27 53 6 I Room-2 0 Wall Wall-Rgstr Intact Metal Beige 026 ± 0.10 NEG 0.1 ± 0.5 01 ± 0.5 10.0 9119197 

54 27 54 6 I Attic 0 Door Bulkhd-Or Intact Wood Beige 0.29 ± 0.10 NEG 0.2 ± 0 4 03±01 1.2 9/19/97 

55 27 55 6 I Attic 0 Door Bulkhd-Or Intact Wood Beige 035 ± 0.10 NEG 02±04 04±01 12 9119/97 

S6 27 56 6 I Attic 0 Bulkhead-dr Casmg Intact Wood Beige 0.22 ± 014 NEG 0.3 ± 0 7 0.2 ± 01 l.l 9/19/97 

57 27 57 6 I Attic 0 Bulkhead-dr Casing Intact Wood Beige 014±010 NEG 0.0 ± 0.7 0.1 ± 0.1 10 9119/97 

58 27 58 6 I Attic 0 Bulkhead-dr Jamb Intact Wood Beige 020±0.10 NEG 0.1 ± 0 6 0.1 ± 0 6 10.0 9/19/97 

59 27 59 6 I Attic 0 Bulkhead-dr Jamb Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.6 O.O±O I 10 9/19/97 

50 27 60 6 I Hall-1 A Wall Wall Intact Drywall Beige 004 ± 0 26 NEG 01 ±0.7 0.0 ± 03 17 9119197 

51 27 61 6 I Hall-I D Wall Wall Intact Drywall Beige 008 ± 044 NEG -0.6 ± 0 7 0.1 ±04 2.7 9119/97 

52 27 62 6 I Hall-I A Door Door Intact Wood Beige 034 ± 0 I7 NEG 03±04 0.3 ± 0.2 29 9/19/97 

.3 27 63 6 I Hall-1 A Door Door Intact Wood Beige 0.20± 0.17 NEG -0.1 ± 0 5 02±02 2.4 9119197 

.4 27 64 6 I Hall-I B Door Door Intact Wood Beige 0.31 ± 017 NJ;"r. n'1..J,..nA 

,5 27 65 I Hall-I H n ......... _ 



,te: 27 Date: 9123197 Pamt Page 2 
anges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Date Note 
66 27 66 6 I Hall-I 0 Door Door Intact Wood BeIge 006±013 NEG -03 ± 0 7 01 .i 0 I 1.3 9/19/97 
67 27 67 6 I Hall-I 0 Door Door Intact Wood BeIge 004 ± 012 NEG -0 I ± 0 7 00±01 II 9/19/97 
68 27 68 6 I Hall-I 0 Door Casing Intact Wood Beige 0.22± 0 19 NEG 01 ± 0 5 02±02 29 9/19/97 
69 27 69 6 I Hall-I A Door Casing Intact Wood Beige o 17±0 19 NEG 0.1 ± 0 5 0.2 ± 0 2 2.6 9/19/97 
70 27 70 6 I Hall-I A Door Jamb Intact Wood Beige 0.26 ± 0.25 NEG 04±0.4 03±03 4 I 9/19/97 
71 27 71 6 I Hall-I 0 Door Jamb Intact Wood Beige 037±0 12 NEG 0.2 ± 0 4 04 ±O.I 1.8 9/19/97 
72 27 72 6 I Hall-I B Door Casing Intact Wood Beige 044 ± 0.21 NEG 03±0.4 0.4 ± 0.2 3.2 9/19/97 
73 27 73 6 I Hall-I B Door Casing Intact Wood Beige o 10 ± 0.36 NEG -0.1 ± 0.7 0.1 ± 0.4 2.5 9/19/97 
74 27 74 6 I Hall-I B Door Jamb Intact Wood Beige 0.05 ± 0.10 NEG 0.2± 0.9 0.1 ± 0.1 1.0 9/19/97 
75 27 75 6 I Hall-I B Door Jamb Intact Wood Beige 0.36 ± 0.23 NEG 0.3 ± 04 04 ± 0.2 3.7 9/19/97 
76 27 76 6 I Hall-I B Wall Baseboard Intact Wood Beige 0.05 ± 0.15 NEG 0.3 ± 0.3 0.1 ±0.2 5.7 9/19/97 
77 27 77 6 I Hall-I B Wall Baseboard Intact Wood Beige 0.00 ±O.IO NEG 01±06 O.O± 0 I 1.0 9119/97 
78 27 78 6 I Hall-I B Door Mullion Intact Wood BeIge 0.39 ± 0.24 NEG 0.9 ± 0 5 04 ± 0.2 3.8 9/19/97 
79 27 79 6 I Hall-I B Door Mullion Intact Wood Beige 0.32 ± 0.16 NEG 09 ± 0.4 03±02 2.9 9/19/97 
80 27 80 6 I Furnace-Rm B Door Door Intact Wood Beige o 28± 0.10 NEG -0.1 ± 0 5 03 ± 0.1 1.3 9/19/97 
81 27 81 6 I Furnace-Rm B Door Door Intact Wood Beige 0.25± 0.10 NEG 04 ± 0.4 03 ± 0.1 J.3 9/19/97 
82 27 82 6 I Furnace-Rm B Door Casing Intact Wood BeIge 0.01 ± 0.10 NEG -0.1 ±07 O.O±O.I 1.0 9/19/97 
83 27 83 6 I Furnace-Rm B Door Casing Intact Wood Beige 0.02 ± 0.10 NEG -04±07 O.O±O.I 1.0 9/19/97 
84 27 84 6 I Furnace-Rm B Door Jamb Intact Wood Beige 0.27 ± 0.10 NEG 0.1 ± 0.5 0.3 ± 0.1 13 9/19/97 
85 27 85 6 I Furnace-Rm B Door Jamb Intact Wood Beige 0.35 ± 0.10 NEG -0.1 ± 0.4 0.4 ± 0.1 1.4 9/19/97 
86 27 86 6 I Hall-2 C Wall Wall Intact Drywall Beige 0.05 ± 0.17 NEG 0.2 ± 0.5 01 ±0.2 5.1 9/19/97 
87 27 87 6 I Hall-2 C Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.1 ±0.6 O.O±O.I 1.0 9/19/97 
88 27 88 6 I Hall-2 C Door Door Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.6 O.O±O I 1.0 9/19/97 
89 27 89 6 I Hal1-2 B Door Door Intact Wood Beige O.OO±O.IO NEG -0.1 ± 0.5 O.O±O.I 10 9/19/97 
90 27 90 6 I Hall-2 A Door Door Intact Wood Beige OOO±O.IO NEG 0.1 ± 0.6 O.O±O.I 1.0 9/19/97 
91 27 91 6 I Hal1-2 A Door Door Intact Wood Beige 001 ±0.28 NEG 02 ± 0.7 0.0 ± 0.3 10 9/19/97 
92 27 92 6 I Hall-2 0 Door Casing Intact Wood Beige 015±010 NEG -0.2 ± 0.7 -02 ± 0 7 10.0 9/19/97 
93 27 93 6 I Hall-2 C Door Casing Intact Wood Beige 0.01 ± 0.24 NEG 0.1 ±06 0.0 ± 0.2 10 9/19/97 
94 27 94 6 I Hall-2 B Door Jamb Intact Wood Beige 0.00 ± 0.17 NEG -0.3 ± 0.6 00±02 1.0 9119/97 
95 27 95 6 I Hall-2 C Door Jamb Intact Wood Beige 0.01±0.10 NEG -0.1 ±0.7 O.O±O.I 1.0 9/19/97 
96 27 96 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey 0.04 ± 0.31 NEG 0.3 ± 0.9 00±03 2.5 9119/97 
97 27 97 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey 0.05 ± 0.24 NEG -07±08 0.1 ±0.2 2.6 9/19/97 
98 27 98 6 I Hall-2 C Wall Baseboard Intact Wood Beige om ± 0.10 NEG -0.1 ±0.6 00±01 10 9/19/97 
99 27 99 6 I Hall-2 C Wall Baseboard Intact Wood Beige 0.02 ± 0.32 NEG 0.1 ±0.6 0.0 ± 0.3 1.6 9/19/97 
100 27 100 6 I Hall-2 C Closet Door Intact Wood Beige 002 ± 030 NEG -0.4 ± 0.6 00±03 15 9119/97 
101 27 101 6 I Hall-2 C Closet Door Intact Wood Beige 0.01±0.18 NEG -02 ± 0.6 0.0 ± 0.2 1.0 9/19/97 
102 27 102 6 I Hall-2 C Closet Casing Intact Wood Beige OOO±O 18 NEG -0.2 ± 0.7 0.0 ± 0.2 1.0 9/19/97 
103 27 103 6 I Hall-2 C Closet Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.6 O.O± 0 I 1.0 9/19/97 
104 27 104 6 I Hall-2 C Closet Jamb Intact Wood Beige O.OO±O.IO NEG 0.1 ±06 O.O±O.I 10 9/19/97 
lOS 27 105 6 I Hall-2 C Closet Jamb Intact Wood Beige 0.01 ± 0.26 NEG 0.3 ± 0.6 O.O± 0 3 10 9/19/97 
106 27 106 6 I Hall-2 B Closet Baseboard Intact Wood Beige 003 ± 0.10 NEG 0.0 ± 0 6 O.O±O.I 3.0 9/19/97 
107 27 107 6 I Hall-2 A Closet Baseboard Intact Wood Beige o OO± 0.10 NEG 0.1 ± 0.6 O.O±O.I 1.0 9/19/97 
108 27 108 6 I Hall-2 A Closet Elec-Panel Intact Metal Grey 0.01 ± 0.10 NEG -0.6 ± I 0 O.O±O.I 10 9/19/97 
109 27 109 6 I Hall-2 A Closet Elec-Panel Inta.ct Metal Grey 0.01 ± 0.10 NEG 0.2± 0.9 0.0 ± 0.1 1.0 9/19/97 
110 27 1110 6 I Hall-2 A Wall Wall Inta,ct Drywall Beige 000 ± 0.11 NEG -0.6 ± 0.7 O.O±O.I 1.0 9/19/97 
III 27 1111 6 I Hall-2 0 Wall Wall Intact Drywall Beige 0.03 ± 0.10 NEG -0.1 ±0.6 O.O±O.I 3.8 9/19/97 
112 27 1112 6 I Bath-I 0 Wall Wall Inta,ct Drywall Beige om ± 0.15 NEG -0.6 ± 0.6 00 ± 0.2 10 9/19/97 
113 27 1113 6 I Bath-I B Wall Wall Intact ]Drywall Beige 0.01 ±025 NEG -0.2 ± 0.6 0.0 ± 0 3 1.1 9/19/97 
114 27 1114 6 I Bath-I A Door Door Inta,ct Wood BeIge OOO±O.\O NEG -0.3 ± 0 6 O.O±O I 10 9/19/97 
115 27 1115 6 I Bath-I A Door Door Intact Wood Beige 001 ± 0.22 NEG 0.1 ± 0 6 00±02 10 9/19/97 
116 27 1116 6 I Bath-I A Door Casing Intact Wood Beige 000±014 NEG 0.1 ± 0 6 00±01 10 9/19/97 
117 27 1117 6 I Bath-I A Door Casing Intact Wood Beige 0.01 ± 0.10 NEG -0 I ± 06 O.O± 0 I 30 9/19/97 
118 27 1118 6 I Bath-I A Door Jamb Inta.ct Wood Beige 002 ± 0.40 NEG 0.1 ± 0.6 00±04 1.I 9/19/97 
119 27 1119 6 I Bath-I A Door Jamb Intact Wood Beige 001±0.10 NEG 0.0 ± 06 O.O±O.I 10 9/19/97 
120 27 120 6 I Bath-I C Window Stool Intact Wood Beige O.oI±021 NEG -0.1 ± 0.7 0.0 ± 0 2 1.0 9/19197 
121 27 121 6 I Bath-I C Window Stool Intact Wood Beige 0.04 ± 0.10 NEG 0.2 ± 0.6 00±01 37 9/19/97 
122 27 122 6 I Bath-I C Window Casing Intact Wood Beige 032±0.16 NEG 05±0.4 0.3 ± 0.2 2.6 9/19/97 
123 27 123 6 I Bath-I C Wmdow Casing Intact Wood Beige 033 ± 0.17 NEG 0.5 ± 0.4 0.3 ± 0 2 26 9/19/97 
124 27 I:~4 6 I Bath-I C Window Sash Peeling Wood Beige 0.89:0.39 POS 2.1 ± 0.5 2.1: 0.5 4.5 9/19197 
125 27 125 6 I Batb-I C Window Sasb PeeUng Wood Beige 1.66: 1.49 POS 5.8:1.8 5.8 ± 1.8 10.0 9/19/97 
126 27 1:~6 6 I Batb-I C Window Mullion Peeling Wood Beige 0.56:0.20 POS 1.8 ± 0.5 1.8 ± 0.5 2.8 9/19197 
127 27 127 6 I Bath-I C Window Mullion Peeling Wood Beige 0.74 ± 0.20 POS 1.5: 0.3 1.5 ± 0.3 3.9 9/19197 
128 27 128 6 I Batb-I C Window Trougb Peeling Wood Beige 2.15: 1.95 POS 16.6:1: 2.7 16.6:1: 2.7 4.0 9/19197 
129 27 129 6 1 Bath-I C Window Trough Peeling Wood Beige 3.20± 2.90 POS 14.2 ± 2.4 14.2 ± 2.4 4.5 9/19197 
130 27 130 6 I Bath-I C Cabinet-Lwr Door-Out Inta,ct Wood Beige 0.00 ± 010 NEG -0.2 ± 08 00±01 1.0 9/19/97 
131 27 t:II 6 I Bath-I C Cabinet-Lwr Door·Out Intalct Wood Beige 000 ± 0.10 NEG -03 ± 0 7 00±01 1.0 9/19/97 
132 27 132 6 I Bath-I C Cabinet-Lwr Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0 8 OO±OI 1.0 9/19/97 
133 27 133 6 I Bath-I C Cabinet-Lwr Door-Ins Intalct Wood Beige OOO±O.IO NEG 03±O6 00±01 10 9/19/97 
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134 27 134 6 I Bath-I C Cabinet-Lwr Cabinet-Out Intact Wood Beige 005±0.10 NEG -0.3 ± 0.7 01 ± 0 I 6.4 9/19/97 

135 27 135 6 I Bath-I C Cabinet-Lwr Cabinet-Out Intact Wood Beige 000±010 NEG 0.0 ± 0.5 00 ± 0.1 10 9/19/97 

136 27 136 6 I Bath-I C Cabinet-Lwr Inside Intact Wood Beige 000±010 NEG -03 ± 0 6 00±01 10 9/19/97 

137 27 137 6 I Bath-I C Cabmel-Lwr Inside Intact Wood Beige 000 ± 0.20 NEG 01±06 0.0 ± 0.2 10 9119/97 

138 27 138 6 I KItchen C Wall Lt -Fixture Intacl Drywall Beige 009 ± 0.42 NEG -0.1 ± 0 7 0.1 ± 0 4 37 9/19/97 

139 27 139 6 I Kitchen B Wall Lt.-Fixture Intact Drywall Beige 005 ± 0 34 NEG -0.5 ± 0 7 01±03 2.7 9119197 

140 27 140 6 I Kitchen A Door Door Intact Wood Beige 001 ±028 NEG 0.0 ± 0 6 00±03 1.2 9/19/97 

141 27 141 6 I Kitchen A Door Door Intact Wood Beige OOO±O.IO NEG 0.1 ± 0.4 O.O±O.I 1.0 9/19/97 

142 27 142 6 1 Kilchen D Door Door Intact Wood Beige 020±0.14 NEG 0.3 ± 0.6 0.2± 0.1 1.6 9119/97 

143 27 143 6 I Kitchen D Door Door Intact Wood Beige 044 ± 0.20 NEG 03 ± 0.4 04 ± 0.2 3.0 9/19/97 

144 27 144 6 I Kitchen B Door Casing Intact Wood BeIge O.OO±O.IO NEG 0.2 ± 0.6 00±01 1.0 9/19197 

145 27 145 6 1 Kitchen A Door Casing Intact Wood Beige 0.01 ±O.IO NEG 0.1 ± 0.6 O.O± 0.1 1.0 9119197 

146 27 146 6 I Kitchen A Door Jamb Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0.6 O.O± 0.1 1.0 9119/97 

147 27 147 6 I Kitchen 0 Door Jamb Intact Wood Beige 002±0.10 NEG 0.2 ± 0.7 O.O± 0.1 24 9119/97 

148 27 148 6 I Kitchen C Window Stool Intact Wood Beige 013±0.18 NEG 0.4 ± 0.4 01±02 3.0 9/19/97 

149 27 149 6 I Kitchen C Window Stool Intact Wood Beige 020 ± 0 23 NEG -OJ ± 05 02 ± 0.2 3.3 9/19/97 

150 17 150 6 1 Kitchen C Window Sash Intact Wood Beige 1.11 ± 1.21 POS 3.6 ± 1.0 3.6 ± 1.0 S.I 9119197 

lSI 17 lSI 6 I Kitchen C Window Sash Intact Wood Beige 0.60 ± 0.33 ros 2.6 ± 0.7 2.6 ± 0.7 2.8 9/19/97 

152 27 151 6 I Kitchen C Window Mullion Intact Wood Beige 0.44 ± 0.13 ros 1.4± 0.3 1.4 ± 0.3 3.0 9/19197 

153 27 153 6 I Kitchen C Window Mullion Intact Wood Beige 0.74 ± 0.80 POS 5.4± 1.3 5.4 ± 1.3 4.2 9/19197 

154 27 154 6 1 Kitchen C Window Trough Intact Wood Beige »5.0± 1.00 POS 17.1 ± 2.8 17.1±2.8 110.0 9119/97 

ISS 27 155 6 1 Kitchen C Window Trough Intact Wood Beige 1.54 ±3.56 POS 17.5 :101.9 17.5±2.9 6.2 9/19197 

156 27 156 6 I Kitchen C Cabinet-Upr Door-Out Intact Wood Varnish 0.04 ± 0.10 NEG -OJ ± 0.5 O.O±O.I 7J 9/19/97 

157 27 157 6 I Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish 0.02±0.IO NEG 03 ± 0.7 O.O± 0.1 3.7 9119197 

158 27 158 6 I Kitchen 0 Cabinet-Upr Cabinet-Out Intact Wood Varnish 001 ±O.IO NEG -0.1 ± 0 6 0.0 ± 0.1 1.0 9/19/97 

159 27 159 6 I Kitchen C Cabinet-Upr Cabinet-Out Inlact Wood VarnIsh 000 ± 0.\0 NEG -02 ± 0.6 O.O±O.I 1.0 9/19/97 

160 27 160 6 I Kitchen C Cabinet-Lwr Door-Ins Intact Wood Varnish 0.00 ± 0.10 NEG -0.4 ± 0.6 00±01 10 9/19/97 

161 27 161 6 I Kitchen A Cilbinet-Lwr Door-Ins Intact Wood Varnish 001±010 NEG -0.6 ± 0.6 O.O± 0.1 15 9/19/97 

162 27 162 6 I Kitchen 0 Wall Splashboard Intact NonWood White OOO±O.IO NEG -0.3 ± 0 7 OO±O.I 1.0 9/19/97 

163 27 163 6 1 Kitchen 0 Wall Splash board Intact NonWood White 000±011 NEG -0.1 ±0.7 O.O±O.I 1.0 9/19/97 

164 27 164 6 1 Kitchen 0 Wall Rangehood Intact Metal White 0.00 ± 0.10 NEG -0.1 ± 0 8 O.O± 0 I 10 9/19/97 

165 27 165 6 1 Kitchen 0 Wall Rangehood Intact Metal WhIte 0.00±010 NEG -05±09 0.0±0.1 10 9/19/97 

166 27 166 6 1 Kitchen A Closet Door Intact Wood Beige 000±01O NEG -07±07 00±0.1 1.0 9/19/97 

167 27 167 6 1 Kitchen A Closet Door Intact Wood Beige 001±010 NEG -03 ± 0 6 0.0 ± 0.1 10 9/19/97 

168 27 168 6 I Kitchen B Closet Wall Intact Wood BeIge 0.00 ± 0.10 NEG -0.5 ± 0 6 OO± 0.1 1.0 9/19/97 

169 27 169 6 I Kitchen 0 Closet Wall Intact Wood Beige 005 ± OJ6 NEG 03±06 0.1 ±0.4 3.1 9/19/97 

170 27 170 6 I Kitchen 0 Closet Jamb Intact Wood Beige OOO±O 10 NEG 0.2 ± 0.5 O.O± 0.1 10 9/19/97 

171 27 171 6 1 Kitchen 0 Closet Jamb Intact Wood Beige 0.01 ±O 10 NEG O.O± 0.6 0.0 ± 0.1 10 9/19/97 

172 27 172 6 I Kitchen A Closet Shelf Intact Wood Beige 0.00 ± 010 NEG -0.3 ± 0.6 O.O± 0.1 10 9/19/97 

173 27 173 6 I Kitchen A Closet Shelf Intact Wood Beige 0.01 ± 0.10 NEG -0.3 ± 0 6 O.O±O 1 10 9119/97 

174 27 174 6 I Kitchen A Closet Wall Intact Drywall Beige 003 ± 0.32 NEG 03±06 00 ± 0.3 2.1 9/19/97 

175 27 175 6 I Kitchen A Closet Wall Intact Drywall Beige 000 ± 0.10 NEG 01 ±0.7 OO±O.I 1.0 9/19/97 

176 27 176 6 I Kitchen A Closet Casing Intact Drywall Beige OOO±O.IO NEG -0.3 ± 0.7 OO±O.I 1.0 9/19/97 

177 27 177 6 I Kitchen A Closet Casing Intact Drywall Beige 0.02 ± 0.10 NEG -0.6 ± 0.7 OO± 0.1 2.3 9/19/97 

178 27 178 6 I Kitchen A Closet Vent-duct Intact Metal Beige 0.01 ± 0.10 NEG 0.0 ± 0 8 OO±O.I 1.0 9119/97 

179 27 179 6 I Kitchen A Closet Vent-duct Intact Metal Beige 0.01 ± 010 NEG -0.1 ± 0 8 0.0 ± 0.1 1.0 9/19/97 

180 27 180 6 I Kitchen A Wall Wall-Rgstr Intact Metal White 0.00 ± 0.10 NEG 0.2 ± 0 8 O.O±O.I 1.0 9119/97 

181 27 181 6 I Kitchen A Wall Wall-Rgstr Intact Metal White O.OO± 0.10 NEG 01±08 00±01 1.0 9/19/97 

182 27 182 6 I Kitchen A Ceiling Lt.-Fixture Intact Metal White 000 ± 0.10 NEG -\.2±09 OO±O.I 1.0 9/19/97 

183 27 183 6 1 Kitchen A Ceiling Lt -Fixture Intact Metal White 001 ±0.17 NEG -0 3± 0.9 0.0 ± 0.2 1.0 9/19/97 

184 27 184 6 I Room-3 A Wall Wall Intact Drywall BeIge 004 ± 0.32 NEG -01 ±0.7 00±03 22 9/19/97 

185 27 185 6 I Room-3 B Wall Wall Intact Drywall Beige 002 ± 010 NEG -0.3 ± 0.7 00±01 4 I 9/19/97 

186 27 186 6 I Room-3 C Wall-Lwr Wall Intact Drywall BeIge O.OO±OIO NEG -0.4 ± 0 6 00 ± 0.1 1.0 9/19/97 

187 27 187 6 I Room-3 0 Wall-Lwr Wall Intact Drywall Beige 007 ± 010 NEG -0.3 ± 0.6 01 ± 01 54 9/19/97 

188 27 188 6 I Room-3 0 Wall-Lwr Baseboard Intact Wood Beige 020±028 NEG 0.0 ± 04 02±03 47 9/19/97 

189 27 189 6 I Room-3 C Wall-Lwr Baseboard Intact Wood Beige 001 ±0.14 NEG 0.1 ± 07 OO±OI 10 9119197 

190 27 190 6 I Room-3 B Wall Chair-rail Intact Wood Beige 065," 0.28 NEG 01tO.4 07±03 3.9 9119/97 

191 27 191 6 I Room-3 A Wall Chair-rail Intact Wood Beige 004±022 NEG -0.1 ± 0 7 00±02 1.4 9/19/97 

192 27 192 6 1 Room-3 B Door Castng Intact Wood Beige 002 ± 0.15 NEG 0.2 ± 0 3 00 ± 0.2 2.9 9119/97 

93 27 193 6 1 Room-3 A Door Castng Intact Wood Beige 045 ± 0.34 NEG -0.4 ± 0.4 0.5 ± 0..3 5.1 9/19/97 

94 27 194 6 I Room-3 A Door Jamb Intact Wood Beige 040 ± 0.21 NEG 0.4 ± 0.4 04 ± 0.2 3.3 9/19/97 

95 27 195 6 1 Room-3 B Door Jamb Intact Wood Beige 000±0.10 NEG 0.2 ± 0.4 OO± 0.1 1.0 9/19/97 

96 27 196 6 I Room-3 B Door Door Intact Wood Beige 0.54 ± 0.39 NEG 0.3 ± 0.4 0.5 ± O·~ S5 9/19/97 

97 27 197 6 1 Room-3 B Door Door Intact Wood Beige 038±017 NEG 0.1 ± 0.4 04±02 2.8 9/19/97 

98 27 198 6 I Room-3 A Door Door Intact Wood Beige OJ8 ± 018 NEG OJ ± 0 4 04±O2 29 9119/97 

99 27 199 6 I Room-3 A Door Door Intact Wood Beige 0.27± 0.10 NEG 0.0 ± 0.7 0.0 ± 0 '7 10.0 9119/97 

00 27 200 6 I Room-3 A Door Mullion Intact Wood Beige 049 ± 0.27 NEG 02±04 05±OJ 4.1 9/19/97 

01 27 201 6 I Room-3 A Door Mulhon Intact Wood Beige 043 ± 0.24 NEG 06±04 04 + n., 10 Ollntn.., 
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202 27 202 6 I Room-3 0 Door Mullion Intact Wood Beige 015±018 NEG 1.0 ± 0 4 02 ± 0.2 3.2 9119/97 
203 27 203 6 I Room-3 0 Door Mullion Intact Wood Beige 0.14±023 NEG 07±04 0.1 ± 02 37 9119/97 
204 27 204 6 1 Room-3 0 Door Door Intact Wood Beige 026 ± 0 23 NEG 0.1 ± 0 4 03±02 37 9/19/97 
205 27 205 6 1 Room-3 0 Door Door Intact Wood Beige 034 ± 0.27 NEG 02±04 OJ ± 0 3 42 9/19/97 
206 27 206 6 1 Room-3 0 Door Jamb Intact Wood Beige 0.07 ± 011 NEG 0.4 ± 0.4 0.1 ± 0.1 22 9119/97 
207 27 207 6 1 Room-3 0 Door Jamb Intact Wood Beige 003±0.10 NEG -01 ± 0.7 0.0 ± 0.1 1.0 9119/97 
208 27 208 6 1 Room-3 C Window Stool Intact Wood Beige 001 ±027 NEG 0.3 ± 0 6 00 ± 0.3 10 9/19/97 
209 27 209 6 I Room-3 C Wmdow Stool Intact Wood Beige o 15±0.33 NEG -05 ± 0.6 0.2 ± 0 3 33 9/19/97 
210 27 210 6 I Room-3 C Window Casing Intact Wood Beige 030 ± 0 22 NEG 01 ± 0.4 0.3 ± 0.2 36 9/19/97 
211 27 211 6 1 Room-3 C Window Casing Intact Wood Beige 0.61 ± 0.38 NEG 0.3 ± 0.4 0.6 ± 0 4 53 9119/97 
212 27 212 6 1 Room-3 C Window Sash Peeling Wood Beige 0.70±0.55 POS 2.6 ± 0.8 2.6 ± 0.8 3.8 9119197 
213 27 213 6 1 Room-l C Window Sash Peeling Wood Beige 0.79± 0.51 POS 2.2 ± 0.6 2.2± 0.6 5.8 9/19/97 
214 27 214 6 1 Room-3 C Window Mulliol> Peeling Wood Beige 0.92± 0.98 POS 6.2 ± 1.8 6.2 ± 1.8 9.3 9/19/97 
215 27 215 6 1 Room-3 C Window Mulliol~ Peeling Wood Beige 0.15 ± 0.23 POS 2.7 ± 0.8 2.H:0.8 2.3 9119/97 
216 27 216 6 1 Room-3 C Window Trough Peeling Wood Beige 2.89 ± 3.21 POS 15.2 ± 2.7 15.2 ± 2.7 6.2 9119/97 
217 27 217 6 1 Room-3 C Window Trough Peeling Wood Beige 2.87 ± 3.23 POS 16.5 ± 2.6 16.5 ± 2.6 6.3 9/19/97 
218 27 218 6 1 Room-3 0 Wall Wall-Rgstr Intact Metal Beige o 19±027 NEG O.O± 0.9 0.2 ± 0.3 2.6 9/19/97 
219 27 219 6 I Room-3 0 Wall Wall-Rgstr Intact Metal Beige 0.37 ± 0.22 NEG 0.3 ± 0.4 0.4 ± 0.2 35 9119/97 
220 27 220 6 1 Room-3 A Cabinet-Upr IOoor-Out Intact Wood Beige 2.49 ± 1.50 POS 2.6±0.8 2.6:1:0.8 7.4 9/19/97 
221 27 221 6 1 Room-3 A Cabinet-Upr Ooor-Owt Intact Wood Beige 1.61:1: 0.76 POS 2.3:1:0.7 2.3:1:0.7 5.3 9/19197 
222 27 222 6 1 Room-3 A Cabinet-Upr Door-irIs Intact Wood Beige 4.07:1: 2.03 POS 4.6± 1.1 4.6:1: 1.1 10.0 9119/97 
223 27 223 6 1 Room-3 A Cabinet-Upr Door-hIS Intact Wood Beige 2.62:1: 1.57 POS 2.9±0.9 2.9:1:0.9 6.1 9/19/97 
224 27 224 6 I Room-3 A Cabinet-Upr Cabinet-Out Intact Wood Beige 0.24 ± 0.22 NEG -0.2 ± 0.4 0.2 ± 0.2 36 9/19/97 
225 27 225 6 1 Room-3 A Cabinet-Upr Cabinet-Out Intact Wood Beige 037 ± 0 23 NEG 0.0 ± D.4 0.4 ± 0.2 3.6 9/19/97 
226 27 226 6 I Room-3 A Cabinet-Upr Shelf Intact Wood Beige 0.09 ± 0.17 NEG 0.2:1: D.6 01 ± 0.2 15 9/19/97 
227 27 227 6 1 Room-3 A Cabinet·Upr Shelf Intact Wood Beige 001 ±022 NEG ·0.2 ± 01.6 0.0 ± 0 2 10 9119/97 
228 27 228 6 I Room-3 A Cabinet-Upr Wall Intact Wood Beige 0.03 ± 0 26 NEG ·0.3 ± D.7 00 ± OJ 1.5 9/19/97 
229 27 229 6 I Room-3 A Cabinet-Upr Wall Intact Wood Beige 005 ± 0 31 NEG 0.2 ± 0.7 0.1 ± OJ 18 9/19/97 
230 27 230 6 1 Room-3 A Cabinet-Upr Floor Intact Wood Beige 0.11 ± 0.27 NEG 0.0 ± D.4 01 ± 0.3 3J 9/19/97 
231 27 231 6 1 Room-3 A Cabinet-Upr Floor Intact Wood Beige 0.08 ± 0 28 NEG 03 ± 0.6 0.1 ± 0.3 45 9/19/97 
232 27 232 6 1 Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige 048 ± 0.29 NEG 0.3 ± D.4 0.5 ± 03 44 9119/97 
233 27 233 6 1 Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige 0.39 ± 0.20 NEG 0.3 ± 0.4 04 ± 0.2 32 9/19/97 
234 27 234 6 1 Room-3 A Cabinet-Lwr Ooor-Ints Intact Wood Beige 007±018 NEG 01±06 0.1 ± 0.2 1.6 9119/97 
235 27 235 6 1 Room-3 A Cabinet-Lwr Ooor-Ints Intact Wood Beige 0.08 ± 0.21 NEG -01 ±07 01±02 1.7 9119/97 
236 27 236 6 I Room-3 A Cabinet·Lwr Shelf Intact Wood Beige 010 ± 0 23 NEG -0.7 ± 0.6 0.1 ± 0 2 2.2 9119/97 
237 27 237 6 1 Room-3 A Cabinet-Lwr Shelf Intact Wood Beige 007 ± 0 27 NEG 0.0 ± 0 6 01 ± 0.3 21 9/19/97 
238 27 238 6 I Room-3 A Cabinet-Lwr Floor Intact Wood Beige 0.15±028 NEG 00±0.4 0.2 ± 0.3 35 9/19/97 
239 27 239 6 1 Room-3 A Cabinet-Lwr Wall Intact Wood Beige 0.13±0.36 NEG -0.2 ± 0.4 0.1 ± 04 45 9/19/97 
240 27 240 6 1 Room-3 A Cabinet·Lwr Wall Intact Wood BeIge 014±028 NEG -0.2 ± 0.5 0.1 ± OJ 31 9/19/97 
241 27 241 6 1 Room-3 C Window Boxing [ntact Wood Beige 004 ± 0 34 NEG -0.2 ± 0 6 0.0 ± 0 3 24 9119/97 
242 27 242 6 I Room-3 0 Door Boxing Intact Wood Beige 0.06 ± 0 38 NEG -04±0.7 0.1 ± 04 20 9/19/97 
243 27 243 6 I Room-3 0 Floor Floor Intact Wood Varnish 001 ±0.28 NEG 0.2 ± 0 7 0.0 ± 0 3 10 9/19/97 
244 27 244 6 1 Room-3 0 Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.1 ±0.7 00±01 10 9/19/97 
245 27 245 6 1 Porch-2 0 Porch-2 Columns Intact Wood White 3.86:1: 2.24 POS 11.5:1: 2:.6 11.5:1: 2.6 2.5 9/19197 
246 27 246 6 1 Porch-2 B Porch-2 Columrl! (ntact Wood White »5.0± 1.00 POS 12.8 ± 2:.8 12.8:1: 2.8 2.8 9/19/97 
247 27 247 6 1 Porch-2 B Wall Siding; Intact Masonite White 2.64:1: 0.70 POS 3.5:1: 1.0 2.6:1:0.7 2.2 9/19197 
248 27 248 6 1 Porcb-2 B Wall Siding: Intact Masonite White »5.0:1: 1.00 POS 1.7:1: 1.8 1.7:1: 1.8 3.1 9/19197 
249 27 249 6 I Porch-2 A Porch Latticf: Intact Wood White 0.00 ± 0.10 NEG -0.3 ± 01.6 0.0 ± 0.1 1.0 9/19/97 
250 27 250 6 I Porch-2 A Porch Latticf: Intact Wood White OOO±O.IO NEG -0.1 ± 01.6 O.O± 0.1 1.0 9/19/97 
251 27 251 6 1 Porch-2 B Ooor-I Ooor Intact Wood White 3.46:1: 0.88 POS 5.2:1: 1.5 3.5:1:0.9 1.6 9/19197 
252 27 252 6 1 Porch-2 B 000r-3 Ooor Intact Wood White »5.0:1: 1.00 POS 10.5:1: 2:.4 10.5:1: 2.4 3.7 9119/97 
253 27 253 6 1 Porch-2 B 000r-3 Casin!: Intact Wood White 4.38:1: 1.71 POS 14.4:1: 2:.6 14.4:1: 2.6 2.5 9119/97 
254 27 254 6 1 Porch-2 B Ooor-l Casin!: Peeling Wood White »5.0:1: 1.00 pas 14.1:1: 2:.9 14.1:1: 2.9 2.6 9119/97 
255 27 255 6 1 Porch-2 B Door-l Jamb Peeling Wood White 4.43:1: 1.67 pas 12.1 :I: 2:.6 4.4:1: 1.7 2.3 9119/97 
256 27 256 6 1 Porch-2 B 000r-3 Jamb Peeling Wood White »5.0:1: 1.00 POS 8.3:1: 2:.1 8.3:1: 2.1 2.0 9/19/97 
257 27 257 6 I Porch-2 B 000r-2 Ooor Peeling Wood White 2.71:1: 1.22 pas 9.8 ± 2:.2 9.8±2.2 1.8 9119/97 
258 27 258 6 I Porch-2 B 000r-2 Door Peeling Wood White 3.48:1: 2.62 pas 9.2 :1:2:.4 9.2:1: 2.4 2.6 9119/97 
259 27 259 6 1 Porch-2 B 000r-2 Casinl: Peeling Wood White »5.0:1: 1.00 POS Il.6 ± 2:.9 13.6:1: 2.9 3.5 9119/97 
260 27 260 6 1 Porch-2 B Door-2 Casinl: Peeling Wood White »5.0: 1.00 POS 14.4:1:2:.8 14.4:1: 2.8 3.8 9119/97 
261 27 261 6 1 Porch-2 B 000r-2 Jamb Peeling Wood White »5.0:1: 1.00 pas 11.0:1: 2:.4 11.0: 2.4 4.7 9119/97 
262 27 262 6 I Porch-2 B 000r-2 Jamb Peeling Wood White »5.0:1: 1.00 POS 14.7 ± 2:.8 14.7: 2.8 3.3 9119/97 
263 27 263 6 1 Porch-2 0 Scrn.-Dr. Door Peeling Wood White 3.16:1: 1.22 pas 5.5 ± 1.3 5.5:1: 1.3 2.8 9/19/97 
264 27 264 6 1 Porch-2 D Scrn.-Dr. Door Peeling Wood White 2.49:1: 1.12 POS 4.8:1: 1.3 4.8:1: 1.3 3.2 9/19f97 
265 27 265 6 1 Porch-2 0 Scrn.-Dr. Casinl: Peeling Wood White »5.0:1: 1.00 POS 14.2:1: 2:.5 14.2:1: 2.5 3.6 9/19/97 
266 27 266 6 I Porch-2 0 Scrn.-Dr. Casinl: Peeling Wood White 3.90:1: 2.19 POS 11.2:1: 2:.4 11.2 ± 2.4 2.5 9/19/97 
267 27 267 6 1 Porch-2 D Scrn.-Dr. Jamb Peeling Wood White »5.0: 1.00 POS 12.9:1: 2:.3 12.9 ± 2.3 5.6 9/19/97 
268 27 268 6 1 Porch-2 D Scrn.-Dr. Jamb Peeling Wood White »5.0 ± 1.00 POS 13.4:1: 2:.6 Il.4:1: 2.6 3.7 9fl9f97 
269 27 269 6 I Porch-2 0 Elec·condUlt Elec·Cond Peeling Metal White 0.04 ± 017 NEG 08±06 0.0 ± 0 2 3.0 9/19/97 

598 
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270 27 270 6 I Porch-2 D Elec-conduit Elec-Cond Peeling Metal White 1.99 ± 0.76 POS 4.2 ± 1.4 4.2 ± 1.4 2.3 9/19/97 

271 27 271 6 I Porch-2 D EJec-conduit Elec-Cond Peeling Metal White 2.86 ± 1.63 POS 6.1 ± 2.1 6.1 ± 2.1 2.6 9/19/97 

272 27 272 6 1 Porch-2 D Porch Trim-Upr Peeling Wood White »5.0 ± 1.00 POS 16.8 ± 2.9 16.8 ± 2.9 2.2 9/19/97 

273 17 173 6 I Porch-2 D Porch Trim-Upr Peeling Wood White 4.19 ± 1.91 POS 15.4 ± 1.7 15.4 ± 2.7 2.1 9/19/97 

274 17 274 6 1 Porch-I D Porch Lattice Peeling Wood White 1.80± 41.30 POS 6.8 ± 1.9 6.8 ± 1.9 7.2 9/19/97 

275 27 175 6 1 Porch-2 D Porch Lattice Peeling Wood White 2.07 ± 1.71 POS 4.0 ± 1.3 4.0 ± 1.3 10.0 9/19197 

276 27 276 6 I Outside-2 B 000r-2 Threshold Peeling Wood Grey 0.43 ± 0.15 NEG 1.0 ± 0.4 04 ± 0.2 2.3 9/19/97 

277 27 277 6 I Outside-2 B Door-2 Threshold Peeling Wood Grey 4.15 ± 1.95 POS 7.7 ± 2.1 7.7 ± 2.1 1.6 9/19/97 

278 27 278 6 1 Outside-2 B Door-2 Threshold Peeling Wood Grey »5.0± 1.00 POS 6.1 ± 1.7 6.1 ± 1.7 1.9 9/19197 

279 27 279 6 1 Calibrate-I Calibrate Calibrate 1.13 ± 0.15 POS 0.5± 0.5 1.1 ± 0.2 1.1 9/19197 

280 27 280 6 I Calibrate-2 Calibrate Calibrate 0.94 ± 0 10 NEG 0.5 ± 0.5 09±UiI 1.0 9119/97 

281 27 181 6 I Calibrate-2 Calibrate Calibrate 1.21 ± 0.26 POS 0.4±0.4 1.2 ± 0.3 2.4 9/19197 

282 27 282 6 I Calibrate-4 Calibrate Calibrate 1.14:1: 0.26 POS 0.3 ±0.4 1.1 ± 0.3 2.4 9/19197 

283 27 283 6 I Calibrate-5 Calibrate Calibrate 1.20± 0.26 POS 0.2 :1:0.5 1.2 ± 01.3 2.4 9/19197 

284 27 284 6 I Calibrate-6 Calibrate Calibrate 0.89 ± 0.20 NEG 0.6 ± 0.4 0.9 ± 02 20 9119/97 

285 27 285 6 I Calibrate-7 Calibrate Calibrate 1.04 ± 0.23 POS 0.5± 0.4 1.0± 0.2 2.2 9119/97 

286 27 I 3 I Shutter Cal-I Cal,brate Cal,brate OOO±OOO 00 ± 0.0 OO±UiO 00 9/22/97 

287 27 2 3 I Cahbrate-I Calibrate Cahbrate 0.95 ± 0 62 NEG 06:1: 0.3 06±Ui3 10.0 9/22/97 

288 27 3 3 I Calibrate-2 Calibrate Calibrate 0.94 ± 0.62 NEG 05±03 0.5 ± 01.3 10.0 9122/97 

289 27 4 3 I Shutter Cal-I Calibrate Calibrate o.oo± 0.00 0.0 ± 0 0 O.O± 0.0 0.0 9/22/97 

290 27 5 3 I Calibrate-I Calibrate Calibrate 1.07 ± 0.15 POS 0.0:1: 0.5 1.1:1: 01.2 1.1 9122197 

291 27 6 3 I Calibrate-2 Calibrate Calibrate 0.92 ± 0.21 NEG 0.4 ± 0.5 0.9 ± 0.2 19 9122/97 

292 27 7 3 I Room-I A Wall Wall Intact Drywall Beige 0.05 ± (1.30 NEG -0.4 ± 0.7 01 ± 01.3 34 9122/97' 

293 27 8 3 I Room-I C Wall Wall Intact Drywall Beige 0.01 ± 014 NEG 01±08 OO±Ui.1 10 9/22/97' 

294 27 9 3 I Room-I B Wall-Lwr Wall Intact Drywall Beige om ± 0.28 NEG -0 I ±0.6 0.0 ± 0 3 1.0 9/22/91' 

295 27 10 3 I Room-I 0 Wall-Lwr Wall Intact Drywall Beige 0.01±0.10 NEG -0.6±0.7 O.O± 0 I 1.0 9122/97 

296 27 II 3 I Room-I C Door-I Door Intact Wood Beige 0.28 ± 019 NEG 0.3 ± 0 4 0.3 ± 0.2 2.8 9/22/97 

297 27 12 3 I Room-I C Door-I Door Intact Wood Beige 023 ± 0 24 NEG 0.3 ± 0 4 0.2 ± (I 2 3.5 9/22/97 

298 27 13 3 I Room-I C Door-I Casing Intact Wood Beige 020 ± 0.17 NEG -0.3 ± 05 02±02 22 9/22/97 

299 27 14 3 I Room-I C Door-I Casing Intact Wood Beige 0.08± 016 NEG 0.1 ± 06 0.1 ± 0.2 18 9/22/97 

300 27 15 3 I Room-I C Door-I Jamb Intact Wood Beige 0.29 ± 0.40 NEG 04±0.4 03 ± 01.4 53 9122/97 

301 27 16 3 I Room-I C Ooor-I Jamb Intact Wood BeIge 0.28 ± 043 NEG 02 ± 0.4 03±Ui4 53 9122/97 

302 27 17 3 I Room-I 0 000r-2 Door Intact Wood BeIge 0.37 ± 0 23 NEG 07±04 04±02 3.3 9122/97 

303 27 18 3 I Room-I 0 000r-2 Door Intact Wood Beige 0.46 ± 0 40 NEG 0.5 ± 0 4 0.5 ± 0 4 5.1 9122/97 

304 27 19 3 I Room-I 0 000r-2 Mullion Intact Wood Beige 0.24 ± 0.16 NEG 1.1±05 0.2 ± 0.2 2.5 9/22/97 

305 27 20 3 1 Room-I D Door-2 Mullion Intact Wood Beige O.lSHI.12 POS 1.3:!: 0.3 1.3 ± 0.3 3.0 9/12J9i' 

306 27 21 3 I Room-I D Door-2 Mullion Intact Wood Beige 0.19:!: 0.10 POS 1.4 ± 0.3 1.4 ± 0.3 2.2 9122191' 

307 27 22 3 I Room-I 0 000r-2 Casing Intact Wood Beige 029 ± 0.21 NEG 0.1 ± 0.4 0.3 ± 01.2 3 I 9122/97' 

308 27 23 3 1 Room-I 0 000r-2 Casing Intact Wood Beige 0.30 ± O. 15 NEG 0.3 ± 0.4 03±Ui2 2.3 9122/97 

309 27 24 3 1 Room-I 0 000r-2 Jamb Intact Metal Beige 0.07 ± 0.12 NEG 07±0.4 0.1 ±O.I 22 9/22/97 

310 27 25 3 I Room-I 0 000r-2 Jamb Intact Metal Beige 0.12 ± 0.25 NEG -0.8 ± 0.8 0.1 ± 0.3 20 9122/97 

311 27 26 3 I Room-I C Entranceway- I Casing Intact Wood Beige 048 ± 0.23 NEG 0.1 ±0.4 05 ± 0.2 3.1 9/22/97 

312 27 27 3 I Room-I C Entranceway-I Casing Intact Wood Beige 0.31±(1.I8 NEG 02±0.4 03 ± 0.2 2.7 9122/97 

313 27 28 3 I Room-I C Entranceway-l Jamb Intact Wood Beige 0.19±0.16 NEG -02±0.4 02±02 23 9122/97 

314 27 29 3 I Room-I C EI)tranceway-1 Jamb Intact Wood Beige 0.14 ± 0.24 NEG 01±06 0.1 ± 01 2 2.1 9/22/97 

315 27 30 3 1 Room-I A Window-l Stool Intact Wood Beige 0.32 ± 0.36 NEG 0.5 ± 0.4 0.3 ± 0.4 45 9/22/97 

316 27 31 3 I Room-I A Window-2 Stool Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.7 O.O± 0.1 10 9122/97 

317 27 32 3 I Room-I A Window-2 Casmg Intact Wood Beige 022± 0.15 NEG 0.5 ± 0 4 0.2 ± 0 2 23 9122/97 

318 27 33 3 I Room-I A Window-I Casing Intact Wood Beige 0.42 ± 0 25 NEG 0.3 ± 0.4 0.4 ± 0.3 3.4 9122/9i' 

319 27 34 3 I Room-l A Window-l Sash Fair Wood Beige 0.54:!: 0.26 POS 1.9:1:0.4 1.9 ± 0.4 4.1 9/22191' 

320 27 35 3 1 Room-l A Window-2 Sash Fair Wood Beige O.SI:!: 0.38 POS 2.5 ± 0.7 2.5HI.7 3.9 9122197 

321 27 36 3 1 Room-l A Window-l Trough Poor Wood Beige »5.0 ± 1.00 POS 18.5 ± 3.4 18.5 ± 3i.4 7.8 9122197 

322 27 37 3 1 Room-l A Window-l Trough Poor Wood Beige 2.58:1:21.52 POS 18.1 ± 3.3 18.1 :!:3i.3 5.3 9122197 

323 27 38 3 1 Room-\ A Window-l Mullion Poor Wood Beige 0.56 ± 0.18 POS 1.6 ± 0.3 1.6 ± 0.3 3.4 9/22197 

324 27 39 3 I Room-I A Window-2 Mullion Poor Wood Beige 042±(l15 NEG II ±O 5 04 ± 0.2 22 9/22/97 

325 27 40 3 I Room-! A Window-2 Mullion Poor Wood Beige 0.58 ± 0.14 POS 1.6±0.4 1.6 ± 0.4 2.6 9/22197 

326 27 41 3 I Room-I B WmdIDoor Boxing Intact Wood Beige 001±0.19 NEG 00 ± 0.6 0.0 ± 0.2 1.0 9/22/97 

327 27 42 3 I Room-I 0 WindIDoor Boxing Intact Wood Beige 007 ± 0 40 NEG -04 ± 0 4 0.1 ±0.4 2.6 9/22/97 

328 27 43 3 I Room-I 0 Wall Chair-raIl Intact Wood Beige 0.00 ± 013 NEG 0.2 ± 07 O.O± 01 10 9122/97 

329 27 44 3 I Room-I A Wall Chair-rail Intact Wood Beige 0.00 ± 0 10 NEG -0 I ± 0 6 O.O± 0.1 10 9/22/97 

330 27 45 3 1 Room-I A Wall Baseboard Intact Wood Beige 0.14 ± 0 30 NEG 0.1 ± 0 4 0.1 ± 0 3 37 9/22/97 

331 27 46 3 I Room-I D Wall Baseboard Intact Wood Beige 0.07 ± 0.19 NEG 0.3 ± 0 7 0.1 ± 0.2 1.5 9/22/97 

332 27 47 3 I Room-I A Wall Wall-Rgstr Intact Metal Beige 0.24 ± (1.21 NEG 0.4 ± 0 6 02±02 35 9/22/97 

333 27 48 3 I Room-I A Wall Wall-Rgstr Intact Metal Beige 0.18± 0.23 NEG -07±0.7 02 ± 0.2 28 9/22/97 

334 27 49 3 I Room-I C Wall Wall-Rgstr Intact Metal Beige 001 ± (I 10 NEG 03±09 00±01 1.0 9/22/97 

335 27 50 3 I Room-I C Wall Wall-Rgstr Intact Metal Beige 002 ± (1.30 NEG 0.1 ±o 9 0.0 ± 0 3 1.3 9/22/97 

336 27 51 3 I Room-I C Floor Floor Intact Wood Varmsh OOO± n 10 NPn _01 -L.. n., 

337 27 52 I Room-I A 1:'1 ............ 



te: 27 Date: 9(23197 Pamt Page 6 
lUges (NEG<INC<POS): Device PCS 

No Site XLNo I,.sp Fir Room Side Stre Feat Cnd Sub crr PbL(mg/em') IRES PbK Combined DI Date Note 
338 27 53 3 I Hall-3 A Wall Wall Intacl Drywall BeIge 000±013 NEG -0.3 ± 0 8 0.0,01 10 9/22/97 
339 27 54 3 I Hall-3 0 Wall Wall Inlacl Drywall Beige 0.02 ± 0 28 NEG 02±06 00 ± 0.3 17 9/22/97 
340 27 55 3 I Hall-3 C Wall-Lwr Wall Intacl Drywall Beige 011 ± 010 NEG -0.2 ± 0.6 -02 ± 0 6 100 9122/97 
341 27 56 3 I Hall-3 D Wall-Lwr Wall Inlacl Drywall Beige 019±0.1O NEG -0 6± 07 -06 ± 0 7 100 9/22/97 
342 27 57 3 I Hall-3 B Door-I Door Inlacl Wood Beige o 16 ± 0.20 NEG 0.1 ± 0.7 02 ± 0.2 1.7 9/22/97 
343 27 58 3 I Hall-3 B Door-I Door Inlal;1 Wood Beige 0.41 ± 0.23 NEG 0.2 ± 0.4 0.4 ± 0 2 32 9/22/97 
344 27 59 3 I Hall-3 B Door-I Casing Intacl Wood Beige 0.35 ± 0.22 NEG 0.2 ± 0.4 0.4 ± 0.2 3 I 9/22/97 
345 27 60 3 I Hall-3 B Door-I Casmg Intal;1 Wood Beige 017 ± 0.24 NEG 0.0 ± 0.8 0.2 ± 0 2 1.8 9/22/97 
346 27 61 3 I Hall-3 B Door-I Jamb Intacl Wood Beige 041 ±0.17 NEG 0.2 ± 0.4 0.4 ± 0.2 2.2 9/22/97 
347 27 62 3 I Hall-3 B Door-I Jamb Intalel Wood Beige o 16±0.16 INCOM 0.4 ± 0.6 02±02 1.7 9/22/97 
348 27 63 3 I Hall-3 B Door-I Jamb Intal:1 Wood Beige 0.09 ± 0.12 NEG O.O± 0.6 0.1 ± 0 I 10 9/22/97 
349 27 64 3 I Hall-3 C Door-2 Door Inla,el Wood Beige 043 ± 0.24 NEG 0.5 ± 0.4 04 ± 0.2 3.3 9/22/97 
350 27 65 3 I Hall-3 C Door-2 Door Intal:1 Wood Beige 0.28 ± 0 \3 NEG ·,0.2 ± 04 0.3 ± 0 I 2.0 9/22197 
351 27 65 3 I Hall-3 C Door-2 Mullion Inta,cl Wood Beige 0.37 ± 0.17 NEG 07 ± 0.4 0.4 ± 0.2 24 9/22/97 
352 27 67 3 I Hall-3 C Door-2 Mullion Intacl Wood Beige 0.31±0.16 NEG 0.8 ± 0.4 0.3 ± 0 2 2.4 9/22/97 
353 27 68 3 I Hall-3 C Door-2 Casing Inta,ct Wood Beige 015±0.25 NEG 0.3 ± 06 0.2 ± 0.3 2.3 9/22197 
354 27 69 3 I Hall-3 C Door-2 Casing Inlal:1 Wood Beige 0.37 ± 0.23 NEG 0.6 ± 0.4 0.4 ± 0.2 3.3 9/22197 
355 27 710 3 I Hall-3 C Door-2 Jamb Inta,cl Wood Beige o 23± 0.15 NEG 0.8 ± 0.4 0.2 ± 0.2 2.4 9/22/97 
356 27 71 3 I Hall-3 C Door-2 Jamb Intal:1 Wood Beige 0.26 ± 0.21 NEG 0.2 ± 0.4 0.3 ± 0.2 3.2 9/22/97 
357 27 7.2 3 I Hall-3 D Door-3 Door Intal:t Wood Beige 022 ± 0 20 NEG 02 ± 0.5 02±02 2.5 9/22/97 
358 27 73 3 I Hall-3 D Door-3 Door Inlal:1 Wood Beige 0.18±0 19 NEG 0.4 ± 0.4 0.2 ± 0 2 29 9/22/97 
359 27 74 3 I Hall-3 D Door-3 Casing Intail.::t Wood Beige o 19±0.16 NEG 08 ± 0.4 02 ± 0.2 26 9/22/97 
360 27 75 3 I Hall-3 D Door-3 Casing Intacl Wood Beige o 18 ± 0 26 NEG 0.1 ±06 02 ± 0.3 2) 9/22/97 
)61 27 76 3 I Hall-) 0 Door-) Jamb Intact Metal Beige 023±0.15 NEG 07 ± 0.4 02 ± 0.2 25 9/22/97 
362 27 77 3 I Hall-) 0 000r-3 Jamb Inlal:1 Metal Beige 031±023 NEG 0.6 ± 04 0.3 ± 0 2 36 9122/97 
363 27 78 3 I Hall-3 A Entranceway Casing Intal:1 Wood Beige o 18±0.18 NEG 01 ± 0.5 02±02 22 9/22/97 
364 27 79 3 I Hall-) A Enlranceway Casing Inta,:1 Wood Beige 0.26 ± 0.21 NEG 0.3 ± 04 0) ± 0.2 3 I 9/22197 
365 27 80 3 I Hall-) A Entrancewa y Jamb Inlal:1 Wood Beige 0.16 ± 0.)1 NEG ··0 I ± 0.7 0.2 ± 0.3 22 9/22/97 
366 27 81 3 I Hall-) A Enlranceway Jamb Inlacl Wood Beige 036± 021 NEG 0.4 ± 0.4 04 ± 0.2 3 I 9/22/97 
367 27 82 3 I Hall-3 B Closet Door Inlal:1 Wood Beige 0.20 ± 0.10 NEG 0.3 ± 0.4 0.2 ± 0.1 1.7 9/22/97 
368 27 83 3 I Hall-3 B Closel Door Intal:1 Wood Beige 031±018 NEG 02010 0.4 0.3 ± 0 2 2.7 9/22/97 
369 27 84 3 I Hall-3 B Closet Casmg Intal:t Wood Beige om ± 0.43 NEG 0.20100.5 0.10100.4 29 9/22/97 
370 27 8:5 3 I Hall-3 B Closel Casing Inta,ct Wood BeIge OOO±O.IO NEG .. 04010 0.7 O.O±O.I 1.0 9/22197 
371 27 86 3 I Hall-3 B Closet Jamb Intal:t Wood Beige 0.10 010 0.12 NEG 0.10100.6 0.1 ±O.I I.l 9/22/97 
372 27 8'7 3 I Hall-) B Closet Jamb Inta,ct Wood Beige 0.20010011 NEG 0.2010 0.4 0.20100 I 1.7 9/22/97 
373 27 8:8 3 I Hall-) B Closet Baseboard Intal:t Wood Beige 028 ± 0.11 NEG 0.50100.4 0301001 17 9/22/97 
374 27 8~~ 3 I Hall-3 B Closel Baseboard Inla'ct Wood Beige 025 ± 0,11 NEG 0.1 ± 0.5 03 ± 0.1 13 9/22/97 
375 27 90 ) I Hall-3 B Closet Shelf Intal:t Wood Beige 001 ± 0.24 NEG .. 0 10100.6 00 ± 0.2 1.0 9/22/97 
376 27 91 3 I Hall-3 B Closet Shelf Inta,ct Wood Beige 002010 0 25 NEG .. 0.5 ± 0,7 0.0 ± 0.3 1.0 9/22197 
377 27 92 3 I Hall-3 B Closet Wall Inta,:t Drywall Beige 0.050100.)1 NEG .. 0.3 ± 0.7 0.1 ± 0.3 3.2 9/22/97 
378 27 93 3 I Hall-3 B Closet Wall Inta,cl Drywall Beige 003 ± 0.34 NEG 0.0010 0 7 00±03 2.0 9/22/97 
379 27 94 3 I Hall-3 B Closet Hanger-Rod Intal:t Metal Beige 004 ± 0.10 NEG 030100.6 0.0 ± 0 I 1.5 9122/97 
380 27 9:5 3 I Hal1-3 B Closel Hanger-Rod Intad Metal Beige 0050100.35 NEG .. 0.6010 I.l 0.1 ± 0.4 2.8 9/22197 
381 27 96 3 I Hal1-3 B Closet Floor Intal:1 Wood Varnish 0010100.18 NEG 0.2 ± 0.6 00±02 10 9/22/97 
382 27 97 3 I Hall-3 B Closel Floor Inta,ct Wood Varnish 002±O.10 NEG 0.0010 0.7 0.00100 I 1.0 9/22/97 
383 27 98 3 I Hall-3 B Stairs Tread Intal:t Wood Varnish 0.00 ± 0.10 NEG 0.30100.7 0.00100.1 1.0 9/22197 
384 27 99 3 1 HaIl-3 B Stairs Tread Inta,ct Wood Varnish 0.000100.19 NEG 0.101007 0.0010 0 2 1.0 9/22/97 
385 27 100 3 I Hall-3 B Stairs RIser Intact Wood Beige 0.220100.23 NEG 0.00100.4 0.2 ± 0.2 3.3 9/22197 
386 27 101 3 I Hal1-3 B Slairs Riser Inta,ct Wood Beige 0.18 ± 0.14 NEG 0.0010 04 0.2 ±O.I 22 9/22/97 
387 27 102 3 I Hall-3 B Stairs Baseboard-Ins Intal:t Wood Beige o 15±O.l4 NEG 03 ± 0.4 020100.1 24 9/22/97 
388 27 103 3 I Hall-3 B Stairs Baseboard-Ins Inta,ct Wood Beige 025010 0 21 NEG 0.3 010 0 4 0.30100.2 32 9/22/97 
389 27 104 3 I Hall-3 A Wall Chair-rail 1ntacl Wood Beige OII±O.JO NEG 02010 0.5 02±05 10.0 9/22/97 
390 27 10>5 3 1 Hall-3 0 Wall Chair-rail Inla,cl Wood Beige 0.19010023 NEG .. 0.4 ± 0 5 -04±0 5 9.0 9/22/97 
391 27 \06 3 I Hall-3 D Wall Baseboard Inta,ct Wood Beige 0.28 ± 0.21 NEG 0.5 ± 0.4 03±02 3.3 9/22/97 
392 27 107 3 I Hall-3 C Wall Baseboard Inta,ct Wood Beige 0.12±034 NEG 0.1 ± 0 5 0.1 ± 0.3 3.2 9/22/97 
393 27 108 3 I Hall-3 0 Wall Wall-Rgslr Inta,el Metal Beige 055±021 NEG 1.I 010 0.6 06±02 29 9/22/97 
394 27 109 3 I Hall-3 D Wall Wall-Rgstr Inta,ct Metal Beige 035±015 NEG 0.60100.6 0.4 ± 0.2 23 9/22/97 
395 27 110 3 I Hall-3 C Floor Floor 1ntacl Wood Varnish 0000100.10 NEG .. 02±0.7 OO±O.I 10 9/22/97 
396 27 III 3 1 Hall-3 B Floor Floor Inta,ct Wood Varnish OOO±O.IO NEG 0.00100.5 O.O±O I 1.0 9/22/97 
397 27 112 3 2 Stairwell B Wall Wall Fair Drywall Varnish 0.02 ± 0.10 II'-lEG .. 0. 1010 0 7 O.O±O I 2.2 9/22/97 
398 27 113 3 2 Stairwell D Wall Wall Fair Drywall Varnish 0.04 ± 0.29 NEG 0.1 ± 0.8 0.00100.3 3.0 9/22/97 
399 27 114 3 2 Stairwell A StaIrS Rail-cap Fair Wood Varnish 0.000100.10 II'-lEG .. 03010 0 7 000100.1 10 9/22/97 
400 27 115 3 2 Stairwell A Stairs Rail-cap Fair Wood Varnish 001010028 II'-lEG 0.30100.5 00±03 1.0 9/22/97 
401 27 116 3 2 Stairwell A Slairs Tread Fair Wood Varnish 000010010 !I'-IEG 0.20100.6 00±01 10 9/22/97 
402 27 117 3 2 Stairwell A Stairs Tread Fair Wood Varnish 0.000100.10 II'-IEG 0.2010 0 6 OO±OI 10 9122/97 
403 27 118 3 2 Stairwell B Slairs RIser Fair Wood Beige 014010017 NEG .. 0201007 01 ± 0.2 16 9/22/97 
404 27 119 3 2 Stairwell B Stairs Riser Fair Wood Beige 0180100.26 NEG .. 02 ± 0.6 02±0) 23 9/22/97 
405 27 120 3 2 Slairwell A Slairs Baseboard-Ins Fair Wood Beige 0220100.18 :I'-IEG .. 0.1 ± 0 6 02±02 19 9/22/97 

600 
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406 27 121 3 2 Stairwell A Stam; Baseboard-Ins Fair Wood Beige 0.24 ± 0.19 NEG 0.3 ± 0.4 0.2 ± 0.2 2.7 9/22/97 

407 27 122 3 2 Stail'1Nell 0 Stair.; WallCasing Intact Wood Beige 002±0 10 NEG 02±04 OO± 0.1 1.0 9/22/97 

408 27 123 3 2 Stail'1Nell A Stairs WallCasing Intact Wood Beige 020 ± 0 36 NEG 0.2 ± 0 4 02±04 45 9/22/97 

409 27 124 3 2 Stail'1Nell A Wall-Lwr Wall FaIr Drywall Bei!ge 007±041 NEG -0.3 ± 0 6 0.1 ± 0.4 30 9/22/97 

410 27 125 3 2 Stail'1Nell C Wal\-Lwr Wall Fair Drywall Bel:ge 001±034 NEG 0.2 ± 0.7 0.0 ± 0.3 1.0 9/22/97 

4Jl 27 126 3 2 Room-I A Wall Wall Fair Drywall Bei!ge 003±0.10 NEG -05 ± 0 8 OO± 0.1 3.4 9/22/97 

412 27 127 3 2 Room-I C Wall Wall Fair Drywall Beige 002 ± 0.35 NEG -03±0.7 O.O± 0.4 12 9/22/97 

413 27 128 3 2 Room-I B Wall-Lwr Wall Fair Drywall Beige 0.01 ± 0.31 NEG -0.4 ± 0.6 00 ± 0.3 1.0 9/22/97 

414 27 129 3 2 Room-I 0 Wall-Lwr Wall Fair Drywall Bei:ge 0.09±0.10 NEG -1.0 ± 0 6 -1.0 ± 0.6 \0.0 9/22/97 

415 27 130 3 2 Room-I B Ooor-I Door Intact Wood Beilge 0.25 ± 0 26 NEG 0.4 ± 0.4 0.3 ± 0.3 3.8 9/22/97 

416 27 I3\ 3 2 Room-I B Ooor-I Door Intact Wood Beilge 030 ± 0.24 NEG -0.1 ±0.4 0.3 ± 0.2 35 9/22/97 

417 27 132 3 2 Room-I B Door-I Casing Intact Wood Bdge O.27±0.10 NEG 0.1 ±O 5 0.1 ±0.5 10.0 9/22/97 

418 27 133 3 2 Room-I B Door-I Casing Intact Wood Beige o OU 0 43 NEG 0.2 ± 0 6 0.1 ± 0.4 32 9/22/97 

419 27 134 3 2 Room-I B Door-I Jamb Intact Wood Beiige 019±0.17 NEG 04±04 02 ± 0.2 2.7 9/22/97 

420 27 135 3 2 Room-I B Door-I Jamb Intact Wood Beiige 0.17±0.16 NEG 0.4 ± 0.4 0.2 ± 0.2 2.6 9/22/97 

421 27 136 3 2 Room-I C 000r-2 Door Intact Wood Beilge 0.20 ± 0.20 NEG O.O± 0.5 0.2 ± 0.2 2.2 9/22/97 

422 27 137 3 2 Room-I C Door-3 Door Intact Wood Bdge 0.24 ± 0.21 NEG 0.4 ± 0 4 0.2 ± 0 2 3.2 9/22/97 

423 27 138 3 2 Room-I C Door-3 Casing Fair Wood Beige 014 ± 0.27 NEG -0.3 ± 0 7 0.1 ± 0 3 2.1 9/22/97 

424 27 139 3 2 Room-I C 000r-2 Casing Fair Wood Beige o 18±020 NEG -0 H07 0.2 ± 0.2 1.9 9/22/97 

425 27 140 3 2 Room-I C 000r-2 Jamb Fal! Wood Beige 0.42 ± 0.20 NEG 0.5 ± 0.4 0.4 ± 0.2 2.7 9/22/97 

426 27 141 3 2 Room-I C 000r-3 Jamb Fair Wood Bei:ge 0.21 ± 0.21 NEG 02 ± 0.5 0.2 ± 0.2 2.3 9/22/97 

427 27 142 3 2 Room-I A Window-I Apron Intact Wood Bdge 0.29±0 18 NEG 0.3 ± 0.4 0.3 ± 0.2 2.7 9/22/97 

428 27 143 3 2 Room-I 0 Window-2 Apron Intact Wood Beige 0.01 ± 0.27 NEG -0.3 ± 0 7 0.0 ± 0.3 1.0 9/22/97 

429 27 144 3 2 Room-I 0 Window-3 Stool Intact Wood Beige 0.01 ± 0.25 NEG 0.3 ± 0.7 0.0 ± 0.3 1.0 9/22/97 

430 27 145 3 2 Room-I A Window-I Stool Intact Wood Beige 0.00±0.15 NEG 0.0 ± 0.4 o o± 0.2 1.0 9/22/97 

431 27 146 3 2 Room-I 0 Window-2 Casing Intact Wood Beige 000 ± 0.10 NEG 0.4 ± 0.4 OO± 0.1 1.0 9/22/97 

432 27 147 3 2 Room-I 0 Window-3 Casing Intact Wood Beige OOO±O 17 NEG 0.3 ± 0.7 00 ± 0.2 1.0 9/22/97 

433 27 148 3 2 Room-I A Window-I Sash Intact Wood Beige 0.42 ± 0.25 POS 2.4 ± 0.7 2.4±0.7 2.4 9122191' 

434 27 149 3 2 Room-I D Window-2 Sash Intact Wood Beige 0.43 ± 0.59 POS 2.7 ± 0.9 2.7 ± 0.9 3.8 9122197 

435 27 ISO 3 2 Room-I A Window-I Trough Peeling Wood Beige 3.22 ±2.88 POS 12.7 ± 3.1 12.7±3.1 4.1 9122197 

436 27 151 3 2 Room-I D Window-2 Trougb Peeling Wood Bei.ge 3.04 ± 3.06 POS 12.7 ± 3.1 12.7 ± 3.1 4.1 9122197 

437 27 152 3 2 Room-I 0 Window-3 Mullion Peeling Wood Beige 0.43 ± 0 29 NEG 0.8 ± 0 5 0.4 ± 0 3 4.0 9/22/97 

438 27 153 3 2 Room-l A Window-I Mullion Poor Wood Beige 0.68 ± 0.31 POS 1.6 ± 0.3 1.6 ± 0.3 5.8 9122197 

439 27 154 3 2 Room-I D Window-2 Mullion Poor Wood Beige 0.76 ± 0.32 POS 1.4 ± 0.3 1.4 ± 0.3 5.6 9122197 

440 27 155 3 2 Room-I A Closet-2 Door Intact Wood Beige 0.30 ± 0.18 NEG 0.3 ± 0.4 0.3 ± 0.2 2.8 9/22/97 

441 27 156 3 2 Room-I A Closet-I Door Intact Wood Beige 028±016 NEG 07 ± 0.4 0.3 ± 0 2 2.5 9/22/97 

442 27 157 3 2 Room-I A Closet· I Casing Intact Wood Beige 019±025 NEG -0.3 ± 0 7 0.2 ± 0 3 2.3 9/22/97 

443 27 158 3 2 Room-I A Closet-2 Casing Intact Wood Beige 0.26 ± 0.12 NEG 0.7 ± 0.4 0.3 ± 0.1 1.8 9/22/97 

444 27 159 3 2 Room-I A Closet·2 Jamb Intact Wood Beige 0.16 ± 0.18 NEG o 1±07 0.2 ± 0.2 1.4 9/22/97 

445 27 160 3 2 Room-I A Closet-I Jamb Intact Wood Beige 0.06±0.12 NEG 02 ± 0.5 01 ± 0.1 13 9/22/97 

446 27 161 3 2 Room-I B Closet-I Baseboard Intact Wood Beige 0.35 ± 0.27 NEG 0.1 ± 0.4 0.4 ± 0.3 38 9/22/97 

447 27 162 3 2 Room-I B Closet·2 Baseboard Intact Wood Beige o 09± 0.11 NEG 0.4 ± 0.4 0.1 ± 01 2.0 9122197 

448 27 163 3 2 Room-I C Closet-2 Shelf Intact Wood Beige 0.02 ± 0 32 NEG 0.3 ± 07 O.O± 0 3 1.2 9/22197 

449 27 164 3 2 Room-I C Closet-I Shelf Intact Wood Beige 0.00 ± 010 NEG 0.3 ± 0.7 O.O± 0.1 1.0 9/22/97 

450 27 165 3 2 Room-I 0 Closet· I Wall Intact Drywall Beige 0.01 ± 0.28 NEG -02±0.7 0.0 ± 0.3 1.0 9/22197 

451 27 166 3 2 Room-I 0 Closet·2 Wall Intact Drywall Beige 0.08 ± 0.31 NEG 01 ± 0.7 01 ± 0.3 4.4 9/22/97 

452 27 167 3 2 Room-I 0 Closet·2 Hanger-Rod Intact Metal Beige 0.02 ± 0.30 NEG -0.9 ± 1.0 0.0 ± 0 3 1.6 9/22/97 

453 27 168 3 2 Room-I 0 Closet· I Hanger-Rod! Intact Metal Beige 0.08 ± 0.36 NEG -02 ± 0.9 0.1 ± 0.4 3.9 9/22/97 

454 27 169 3 2 Room-I B Closet· I Elec-condu Intact Metal Beige 002±0 10 NEG -06 ± 1.0 O.O±O.I 1.0 9/22/97 

455 27 170 3 2 Room-I B Closet·2 Elec-condu Intact Metal Beige 002±0 10 NEG O.O± I 0 O.O± 0.1 1.0 9/22/97 

456 27 171 3 2 Room-I C Closet·2 Floor Intact Wood Vamish 0.01 ± 0.10 NEG -0.2 ± 0 6 O.O± 0 I 1.0 9/22/97 

457 27 172 3 2 Room-I C Closet· I Floor Intact Wood Vamish 0.00 ± 0.10 NEG 01 ± 0.7 O.O± 0 I \.0 9122/97 

458 27 173 3 2 Room-I C Wall Chair-rail Intact Wood BeIge O.OO± 0.15 NEG 0.0 ± 0.7 O.O± 0.2 10 9/22/97 

459 27 174 3 2 Room-I A Wall Chair-rail Intact Wood Beige 002±0.IO NEG -02±07 OO±O.I 2.6 9/22/97 

460 27 175 3 2 Room-I A Wall Baseboard Intact Wood Beige o 18±0.21 NEG 0.3 ± 0.4 02±02 33 9/22/97 

461 27 176 3 2 Room-I C Wall Baseboard Intact Wood Beige 020 ± 0.31 NEG 03 ± 0.4 02±03 43 9/22/97 

462 27 177 3 2 Room-I C Wall Wall-Rgstr Intact Metal BeIge 000 ± 0.10 NEG -13± 1.0 00 ± 0 I 10 9/22/97 

463 27 178 3 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 004 ± 0 28 NEG 03 ± 0.1 0.0 ± 0.3 2.5 9/22/97 

464 27 179 3 2 Room-I C Floor Floor Intact Wood Vamish 000±010 NEG 0.2 ± 0.8 O.O±O I 1.0 9/22/97 

465 27 180 3 2 Room-I B Floor Floor Intact Wood Vamish OOO±O 10 NEG 0.3 ± 0.6 OO± 0.1 10 9/22/97 

466 27 181 3 2 Room-2 B Wall Wall Intact Drywall Beige 0.03 ± 0.35 NEG -0.5 ± 0.7 0.0 ± 0 4 1.6 9/22/97 

467 27 182 3 2 Room-2 A Wall Wall Intact Drywall Beige 0.02 ± 0.24 NEG -03 ± 0.7 0.0 ± 0 2 2.0 9/22/97 

468 27 183 3 2 Room-2 0 Wall-Lwr Wall Intact Drywall Beige 0.00 ± 0.18 NEG -0.8 ± 0.6 0.0 ± 0 2 1.0 9/22/97 

469 27 184 3 2 Room-2 C Wall-Lwr Wall Intact Drywall Beige 005 ± 0 28 NEG 0.1 ± 0.6 0.1 ± 0 3 36 9/22/97 

470 27 185 3 2 Room-2 C Door-I Door Intact Wood BeIge 023 ± 0.18 NEG 0.3 ± 0 4 02 ± 0.2 28 9/22/97 

471 27 186 3 2 Room-2 C Ooor-I Door Intact Wood BeIge 028 ± 0.23 NEG 0.3 ± 0.4 03 ± 0.2 35 9/22/97 

472 27 187 3 2 Room-2 C Door-2 Door Intact Wood Bei(J~ o 1~ + 0-'" lI.n::;r.. I\"",n~ 

H3 27 188 2 Roorn~'J {" 



--------------------

Ie: 27 I)ate: 9f.Z3/97 
lnges (NEG<INC<POS): I)evice PCS 

Pamt Page 8 

No Site XL No Ilup Fir Room Side Slrc Feat Cnd Sub Clr l[>bL(m~Vcm') RES PbK Combined DI Dale Note 
174 27 189 3 2 Room-2 C Door-2 Casing Inta<:t Wood Beige 035 ± 0 46 NEG 0.7 ± 0.4 04±05 58 9/22/97 
175 27 190 3 2 Room-2 C Door-I Casing [nta<:t Wood Beige 0.21 ± 0.19 NEG 0.7 ± 0.4 0.2 ± 0.2 3 I 9/22/97 
'176 27 191 3 2 Room-2 C Door-I Jamb Intact Wood Beige 013±O.14 NEG 03±07 01 ± 0 I 1.3 9/22/97 
'177 27 192 3 2 Room-2 C Door-2 Jamb inlal:t Wood Beige 033 ± () 32 NEG 06±04 03±03 4.5 9/22/97 
'178 27 193 3 2 Room-2 A Window-I Apron intact Wood Beige 0.72 ± 0.44 NEG 0.3 ± 0.5 0.7 ± 0 4 5.3 9/22/97 
'179 27 194 3 2 Room-2 B Window-2 Apron Fair Wood Beige 072 ± () 75 NEG 0.5 ± 0.4 07±08 8.0 9/22/97 
480 27 195 3 2 Room-2 B Window-2 Stool Fair Wood Beige 010±O.29 NEG 1.0 ± 0.4 0.1 ± 0.3 4.2 9/22/97 
'181 27 196 3 2 Room-2 A Window-I Stool Failr Wood Beige 0.34 ± 0.22 NEG 1.0 ± 03 03 ± 0.2 4.3 9/22/97 
482 27 197 3 2 Room-2 A Window-I Casing Fail~ Wood Beige 0.65 ± 0.37 NEG 0.5 ± 0.5 0.7 ± 0.4 4.7 9/22/97 
483 27 198 3 2 Room-2 B Window-2 Casing Fair Wood Beige 0.53 ± () 26 NEG 07±05 05 ± 0.3 34 9/22/97 
,184 1~7 1~19 3 2 Room-2 B Window-2 Sash Fai" Wood Beige 0.62 ±0.41 POS 2.4 ± 0.6 2.4±0.6 4.6 9122197 
485 1~7 200 3 2 Room-2 A Window-I Sash Poor Wood Beige 1.00± 0.68 POS 2.9±0.8 2.9± 0.8 4.S 9122197 
486 1~7 201 3 2 Room-2 A Window-l Trough Peeling Wood Beige 3.63± :!.47 POS 13.2 ± 3.0 13.2±3.0 4.5 9122197 
,187 27 202 3 2 Room-2 A Window-I Trough Peeling Wood Beige 2.24±;1.85 POS 11.1 ± 2.8 11.1 ± 2.8 5.1 9122197 
488 27 203 3 2 Room-2 A Closet-I Door intal;t Wood Beige 0.15 ± O.IS NEG -0.5 ± 0.7 0.2 ± 0.2 \.5 9/22/97 
489 27 204 3 2 Room-2 A CIOSel-1 Door Inlal;t Wood Beige 026±(),16 NEG 0.5 ± 0.4 0.3 ± 0.2 25 9/22/97 
490 27 205 3 2 Room-2 A Closet-I Casing Intal;1 Wood Beige 0.22±O.14 NEG 0.0 ± 0 6 0.2 ± 0.1 13 9/22/97 
491 27 206 3 2 Room-2 A Closel-I Casing Intact Wood Beige 0,24 ± 010 NEG 05 ± 0.4 02± 0,1 \,4 9/22/97 
492 27 207 3 2 Room-2 A Closet-I Jamb intal;t Wood Beige 0.40 ± 0.17 NEG 0.4 ± 0.4 04 ± 0.2 2.4 9/22/97 
493 27 208 3 2 Room-2 A Closet-I Jamb intal;t Wood Beige 0.34 ± 0.16 NEG 0.5 ± 0.4 0.3 ± 0.2 2.3 9/22/97 
494 27 209 3 2 Room-2 D Closet-I Baseboard intal;t Wood Beige 0.30 ± 0.19 NEG 06 ± 0.4 03 ± 0.2 2.8 9/22/97 
495 27 210 3 2 Room-2 C Closel-I Baseboard. Inta,;t Wood Beige 0.26 ± O.J3 NEG 0.4 ± 0.4 0.3 ± 0.1 2.0 9/22/97 
496 27 211 3 2 Room-2 C Closel-I Floor Inta,;t Wood Varnish O.OO± 0.10 NEG 0.1 ± 0.7 O.O±O.I \.0 9/22/97 
497 27 212 3 2 Room-2 D Closet-I Floor inta,;t Wood Varnish 0.00 ± 0.18 NEG 0.1 ± 0.7 O.O± 0.2 \.0 9/22/97 
498 27 213 3 2 Room-2 C Closet-I Shelf Inta,;t Wood Beige 020±O.10 NEG -0.1 ±0.6 -0.1 ±06 100 9/22/97 
499 27 214 3 2 Room-2 C Closel-I Shelf Intact Wood Beige 022 ± 0.10 NEG 0.2 ± 0 5 0.2 ± 0 5 10.0 9/22/97 
:500 27 215 3 2 Room-2 C Closet-I Hanger-Rod Inta,;t Metal Beige o 10±().41 NEG -0.7 ± I 0 0.1 ± 0 4 3.2 9/22/97 
$01 27 216 3 2 Room-2 C Closet-I Hanger-Rod Inta,;t Metal Beige 0.12 ± 0.30 NEG -0.4 ± 0.6 0.1 ± 0.3 44 9/22/97 
:102 27 217 3 2 Room-2 C Wall Chair-rail Inta,;t Wood Beige 0.02± 0.10 NEG -0.1 ±0.6 0.0 ± 0.1 35 9122/97 
503 27 218 3 2 Room-2 D Wall Chair-rail Inta,;t Wood Beige 0.01 ± 0.23 NEG -0.8 ± 0.6 0.0 ± 0.2 10 9/22/97 
504 27 219 3 2 Room-2 D Wall Baseboard Inta,:t Wood Beige 0.38 ± 0.39 NEG 0.7 ± 0.5 0.4 ± 0 4 5.3 9/22/97 
:;05 27 220 3 2 Room-2 C Wall Baseboard Inta,;t Wood Beige 0.16 ± 0.23 NEG 0.6 ± 0.5 0.2 ± 0.2 3.7 9/22/97 
:;06 27 221 3 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige 0.04± 0.33 NEG 0.0 ± 1.0 0.0 ± 0.3 2.6 9/22/97 
507 27 222 3 2 Room-2 C Wall Wall-Rgstlr Inta,;t Metal Beige 001 ± 0.24 NEG -0.5 ± 1.0 O.O± 0.2 1.1 9/22/97 
:;08 21 223 3 2 Room-2 C Floor Floor Intact Wood Varnish 018 ± 0.10 NEG 00 ± 0.7 0.0 ± 0 7 \00 9/22/97 
:;09 27 224 3 2 Room-2 D Floor Floor Inta.:t Wood Varnish 0.00 ± () 10 NEG -0.1 ± 0 7 OO±OI 10 9/22/97 
510 27 225 3 2 Hall-4 D Wall Wall Inta.:t Drywall Beige 003 ± () 25 NEG -0 I ± 0.7 0.0 ± 0.3 24 9/22/97 
511 27 226 3 2 Hall-4 C Wall Wall Intact Drywall Beige 0.16 ± 0.10 NEG 0.0 ± 0 7 00 ± 0.7 \00 9/22197 
512 27 227 3 2 Hall-4 B Wall-Lwr Wall Inta.;t Drywall Beige 004 ± 0.35 NEG -04 ± 0 7 00 ± 0.4 2.5 9/22/97 
:;13 27 228 3 2 Hall-4 A Wall-Lwr Wall Inta,;t Drywall Beige 0.03 ± 0.27 NEG -0.1 ±0.7 0.0 ± 0.3 1.2 9/22/97 
:)[4 27 229 3 2 Hall-4 A Door-I Door Inta,;t Wood Beige 0.38 ± 0.29 NEG 0.6 ± 0 4 04±03 4.2 9122/97 
515 27 230 3 2 Hall-4 B Door-2 Door Intact Wood Beige 0.16±O28 NEG -0.1 ± 0.6 0.2 ± 0.3 2 I 9/22/97 
516 27 231 3 2 Hall-4 C Door-4 Casing Intact Wood Beige 0.44±().46 NEG -0.1 ± 0.4 0.4 ± 0.5 5.7 9/22/97 
~m 27 232 3 2 Hall-4 D Door-5 Casing Intact Wood Beige 0.03 ± (UO NEG 0.3 ± 0.6 OO±O.I 4.9 9/22/97 
518 27 233 3 2 Hall-4 D Door-6 Jamb lota.:t Wood Beige 027 ± 0.35 NEG 0.3 ± 0.4 0.3 ± 0.4 47 9/22/97 
~> 19 27 234 3 2 Hall-4 A Door-I Jamb Inta,;t Wood Beige 027 ± 0.28 NEG 0.3 ± 0 4 0.3 ± 0 3 40 9/22/97 
520 27 235 3 2 Hall-4 A Door-3 Door Inta.:t Wood Beige 0.16 ± 0.27 NEG O.O± 06 02 ± 0.3 2.0 9/22/97 
521 27 236 3 2 Hall-4 A Door-3 Door Inta,;t Wood Beige 020 ± 0.23 NEG -0.1 ±0.5 02±02 25 9/22/97 
S22 2:7 237 3 2 Calibrate-I A Calibrate Calibrate 1.07 ± 0.15 POS 0.8±0.5 1.1 ± 0.2 1.1 9122197 
!l13 2:7 238 3 2 Calibrate-l A Calibrate Calibrate 1.17 ± 0.28 POS 0.4 ±0.5 1.2 ± 0.3 2.4 9122197 
524 2:7 239 3 2 Calibrate-3 A Calibrate Calibrate 0.97 ± 0.23 NEG 0.8 ± 0.5 1 O± 0.2 2.1 9/22/97 
525 2:7 286 6 I Shutter Cal-I Calibrate Calibrate o OO± 0.00 O.O± 0.0 O.O± 0 0 0.0 9119197 
~;26 2:7 287 6 I Calibrate-I Calibrate Calibrate 1.01 ± 0.13 POS 0.3 ±0.5 1.0 ± 0.1 1.1 9120197 
!;27 2:7 288 6 1 Calibrate-l Calihrate Calihrate 1.03±0.23 POS 0.6±0.4 1.0±0.2 2.3 9120/97 
S28 2:7 289 6 1 Porch-I A Porch-I Columns lnta,et Wood White »5.0± 11.00 POS 13.6 ± 2.S 13.6 ± 2.5 3.6 9120197 
S29 2:7 290 6 1 Porch-l A Porch-I Co/umos Inlad Wood White 3.97±:U3 POS 12.9 ± 2.5 12.9 ± 2.5 3.4 9120197 
~;30 27 291 6 1 Porch-l A Porch-I Lattice Intad Wood White 0.89* 2.00 POS 5.7 ± 1.8 5.7 ± 1.8 4.7 9120197 
!;31 17 292 6 1 Porch-I A Porch-I Lattice Inta,ct Wood White 2.15± :!.OO POS 7.3±2.1 7.3 ± 2.1 10.0 9/20197 
!i32 27 293 6 1 Porch-I I) Wall Siding Intad Masonite White 2.92± 11.55 POS 5.2 ± 1.8 5.2 ± 1.8 2.4 9120197 
!l33 27 294 6 1 Porch-I B Wall Siding Inta,ct Masonite White 3.51 ± :~.59 POS 6.1 ± 2.1 6.1 ± 2.1 2.8 9120/97 
534 27 295 6 I Porch-I C Wall Siding Intact Masonite White 0.06 ± 0 34 NEG -03 ± 0.8 0.1 ± 0.3 3.4 9/20/97 
535 27 296 6 I Porch-I C Wall Siding Inta,;t Masonite White 006 ± 0.10 NEG -0.3 ± 0 6 01 ±O,I 63 9/20/97 
536 2:7 297 6 I Porch-I C Door Door Inta,;t Wood White 002 ± 0 26 NEG 0.1 ± 0.5 00 ± 0.3 II 9/20/97 
537 27 298 6 I Porch-I C Door Door Inta.:t Wood White o 16± 010 NEG 00 ± 0.6 0.0 ± 0 6 \0.0 9/20/97 
~>38 27 299 6 I Porch-I C Door Casing Inta.:t Wood White OOO±O.IO NEG OO±06 00±01 10 9120/97 
539 27 300 6 \ Porclt-\ C Door Casmg Inta.;t Wood White 002 ± () 28 NEG 01±05 00±03 1.4 9/20/97 
~i40 27 301 6 I Porch-I C Door Jamb Intact Wood White O.OO±O 10 NEG -0.4 ± 0 7 OO±OI 10 9/20/97 
~i41 27 302 6 I Porch-I C Door Jamb Intact Wood White 000 ± 0.10 NEG 00±07 0.0 ± 0.1 10 9/20/97 

602 
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No Site XLNo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(mg!<:m') RES PbK Combined DI Date Note 

542 27 303 6 I Porch-I D Door Door Peeling Wood White »5.0:1: 1.00 POS 7.3 :1:2.3 7.3:1: 2.:J 15.6 9120/97 

543 27 304 6 I Porch-I D Door Door Peeling Wood White »5.0:1: 1.00 POS 9.4:1: 2.0 9.4:1: 2.0 :S.I 9120/97 

544 27 305 6 1 Porch-I 0 Door Mullion Peeling Wood White 4.08:1: 2.01 POS 5.7:1: 2.0 5.7:1: 2.0 '1.1 9/20/97 

545 27 306 6 I Porch-I D Door Mullion Peeling Wood White »5.0:1: 1.00 POS 9.9:1: 2.3 9.9:1: 2 .. J 15.7 9/20/97 

546 27 307 6 1 Porch-I D Door Casing Peeling Wood White »5.0:1: 1.00 POS 8.8:1: 2.1 8.8:1:2.1 :5.7 9/20/97 

547 27 308 6 1 Porch-I D Door Casing Peeling Wood White 2.08:1: 1.08 POS 5.6:1: 1.8 5.6:1: t.:S :l.O 9120/97 

548 27 309 6 1 Porch-I D Door Jamb Peeling Wood White 4.40:1: 1:70 POS 7.5:1:2.2 4.4:1: 1:7 :J.6 9120/97 

549 27 310 6 1 Porch-I D Door Jamb Peeling Wood White 3.48:1: 2.<62 POS 6.4 * 2.1 6.4:1: 2.1 :l.9 9120/97 

550 27 311 6 1 Porch-l A Door Casing Peeling Wood White »5.0:1: 1.00 POS 11.2:1: 2.4 11.2 ± 2.4 4.8 9120197 

551 27 312 6 I Porch-I A Door Casing Peeling Wood White 4.32:1: 1.78 POS 11.0 ± 2.4 11.0:1: 2.4 :J.2 9120/97 

552 27 313 6 I Porch-I A Door Jamb Peeling Wood White »5.0:1: 1.00 POS 12.0:1:2.6 12.0:1: 2.15 :J.8 9120/97 

553 27 314 6 I Porch-l A Door Jamb Peeling Wood White »5.0:1:1.00 POS 12.0:1: 2.3 12.0 ± 2.:J :5.6 9120/97 

554 27 315 6 I Porch-I A Floor Floor Peeling Wood Grey 0.16±0.14 NEG 0.3 ± 0 5 0.2 ± 0 I 1.6 9/20/97 

555 27 316 6 I Porch-I A Floor Floor Peeling Wood Grey 0.20 ±0:2O NEG -0.3 ± 0.6 0.2± 0.2 2.0 9/20/97 

556 27 317 6 1 Porch-I D Wall Elec-cond u. Intact Metal White 0.99:1: 0.l7 POS 1.5 :1:0.6 1.0:l:O.:J :J.l 9120/97 

557 27 318 6 I Porch-I D Wall Elec-condu. Intact Metal White 1.68:1: 0.160 POS 2.8:1: 1.2 1.7:1:0.16 :l.7 9120197 

558 27 319 6 I Porch-I A Closet Door Intact Wood Beige 003±032 NEG -08 ± 0 6 0.0:1: 0:3 1.8 9/20/97 

559 27 320 6 I Porch-I A Closet Door Intact Wood Beige 002:1: 0.35 NEG -03 ± 0 6 0.0 ± 0.4 1.4 9/20/97 

560 27 321 6 I Porch-I A Closet Casing Intact Wood BeIge 001±0.10 NEG -0.4±0.7 O.O± 0.1 1.0 9/20/97 

561 27 322 6 I Porch-I A Closet Casing Intact Wood Beige 0.00 ± 0.10 NEG -03 ± 0 6 oo± 0.1 1.0 9/20/97 

562 27 323 6 I Porch-I A Closet Jamb Intact Wood Beige OOO±O.IO NEG 0.3 ± 0 4 OO±O.I 1.0 9/20/97 

563 27 324 6 I Porch-I A Closet Jamb Intact Wood Beige 0.00±0.14 NEG 0.2 ± 0.6 O.O±O.I 1.0 9/20/97 

564 27 325 6 I Porch-I C Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG -05 ± 0.6 O.O±O.I 1.0 9/20/97 

565 27 326 6 I Porch-I C Closet Baseboard Intact Wood Beige 0.00 ± 0.12 NEG 0.2 ± 0 4 0.0:1:0.1 1.0 9120/97 

566 27 327 6 I Porch-I C Closet Wall Intact Drywall Beige 0.01 ± 0.17 NEG 0.2 ± 06 O.O± 0.2 10 9/20/97 

567 27 328 6 I Porch-I C Closet Wall Intact Drywall Beige 0.02 ± 0 23 NEG 0.0 ± 04 O.O± 0 2 16 9120197 

568 27 329 6 I House-Ext A House Wall Intact Masonite White 001 ±024 NEG -04 ± 0.8 00 ± 0.2 1.1 9/20/97 

569 27 330 6 I House-Ext A House Wall Intact Masonite White O.OO±O 10 NEG 0.1 ±O 8 OO±O.I 10 9/20/97 

570 27 331 6 I House-Ext B House Wall Intact Masonite White 0.03 ± 0 26 NEG O.O± 0 8 o O±OO3 25 9/20/97 

571 27 332 6 I House-Ext 0 House Wall Intact Masonite White 0.01±021 NEG 0.2 ± 0 8 00±02 1.0 9/20/97 

572 27 333 6 I House-Ext C House Wall Intact Masonite WhIte 0.01±0.10 NEG -0.1 ± 0.8 0.0 ± 0.1 1.0 9/20/97 

573 27 334 6 I House-Ext C House Wall Intact Masomte White 0.03 ± 0 27 NEG -0.4 ± 0 8 00±0.3 2.6 9/20/97 

574 27 335 6 I Garage-Ext. A Garage Wall Intact Masonite White 0.00 ± 0.10 NEG -04 ± 0 8 O.O± 0.1 1.0 9/20/97 

575 27 336 6 I Garage-Ext. A Garage Wall Intact Masonite White 0.00 ± 0.10 NEG -0 I ± 0 8 0.0 ± 0.1 1.0 9/20/97 

576 27 337 6 I Garage-Ext. A Door Ovrhd-Door Intact Fibrgls White 000 ± O.IQ NEG 0.1 ± 0 5 O.O±O.I 1.0 9/20/97 

577 27 338 6 I Garage-Ext. A Door Ovrhd-Door Intact Fibrgls White 0.03 ± 010 NEG -0.1 ± 0 5 O.O±O.I 3.5 9/20/97 

578 27 339 6 I Garage-Ext. A Door Casing Intact Wood White 0.01 ± 0.10 NEG 02±06 0.0:1:0 I 1.0 9/20/97 

579 27 340 6 I Garage-Ext. A Door Casing Intact Wood White 0.04 ± 010 NEG 0.1 ± 0.7 00:1:0.1 1.0 9/20/97 

580 27 341 6 I Garage-Ext A Door Jamb Intact Wood White 0.00 ± 0.10 NEG -0.2 ± 0.7 0.0:1:0.1 10 9/20/97 

581 27 342 6 I Garage-Ext. A Door Jamb Intact Wood White 0.01 ±O 10 NEG 05±04 00:1:01 10 9/20/97 

582 27 343 6 I Garage-Ext. A Wall Downspout Intact Metal White 0.Q\±0.17 NEG 0.1 ± 0.6 0.0 ± 0.2 12 9/20/97 

583 27 344 6 I Garage-Ext. A Wall Downspout Intact Metal White 0.05 ± 015 NEG 00±09 0.1 ± 0 2 16 9/20/97 

584 27 345 6 I Garage-Ext. A Wall Gutter Intact Metal White 001 ± 0.10 NEG 0.3 ± 0 4 O.O±O.I 10 9/20/97 

585 27 346 6 I Garage-Ext A Wall Gutter Intact Metal White 009±0.32 NEG -03 ± 0.8 0.1 ± 0.3 45 9/20/97 

586 27 347 6 I Porch-I-Ext B Porch Columns Intact Wood White 3.95 ± 2.15 POS 17.0:1:3.0 17.0:1: 3.0 :5.4 9120/97 

587 27 348 6 I Porch-I-Ext B Porch Columns Intact Wood White »5.0:1: 1.00 POS 16.7:1: 2.9 16.7:1: 2.'~ '7.4 9120/97 

588 27 349 6 I Porch-I-Ext B Porch Lattice Intact Wood Green »5.0±1.00 POS 14.5:1: 2.5 14.5:1: 1.:5 10.0 9120/97 

589 27 350 6 1 Porch-I-Ext B Porch Lattice Intact Wood Green »5.0±1.II10 POS 15.7:1: 2.9 15.7:1: 2.!~ '7.5 9120197 

590 27 351 6 I Porch-I-Ext B Porch Trim-Lwr Intact Wood White »5.0± l,IlIO POS 20.6:1:3.3 20.6:1:3.:J 1~.2 9120/97 

591 27 352 6 1 Porch-I-Ext B Porch Trim-Lwr Intact Wood White 3.22 ± 2.:S8 POS 21.7:1: 2.9 21.7:1: 2.'~ !U 9120/97 

592 27 353 6 I Porch-I-Ext A Porch Awning Intact Metal White 0.07±0.10 NEG -03 ± 06 0.1 ± 0.1 7.1 9/20/97 

593 27 354 6 I Porch-I-Ext A Porch Awning Intact Metal White 0.01±019 NEG 02 ± 0.6 00 ± 0.2 1.0 9/20/97 

;94 17 355 6 I Porch-I-Ext A Porch Awning Peeling Metal White 3.00:1:3.10 POS 11.2:1: 2.5 11.2:1: 2.:5 :u 9120/97 

595 27 356 6 I Porch-I-Ext A Porch Awning Peeling Metal White 0.38 ± 0.10 POS 5.5 :1:2.0 5_5:1:2.0 10.0 9/20/97 

596 27 357 6 1 Porch-I-Ext A Porch Trim-Upr Peeling Wood White »5.0:1:1.00 POS IS.5± 2.9 15.5 ± 2.!~ 10.0 9120/97 

;97 27 358 6 1 Porch-I-Ext A Porch Trim-Upr Peeling Wood White 3.54:1: 2.:56 POS 18.7:1: 2.9 18.7:1: 2.'J IU 9120/97 

;98 27 359 6 I House-Ext B Window Screen-sash Peeling Wood Green 2.65:1:0.'74 POS 4.6±l.3 2.7:1: 0:7 1.7 9120/97 

99 27 360 6 1 House-Ext B Window Screen-sash Peeling Wood Green 2.70:1: 0:75 POS 3.0:1: 1.0 2.7:1: O.l~ :!.3 9/20/97 

00 27 361 6 I House-Ext B Window Stool Peeling Wood White »5.0:1: 1.1110 POS 18.0:1: 2.9 18.0:1: 2.'~ !S.8 9120/97 

01 27 362 6 1 House-Ext B Window Stool Peeling Wood White 3.IS:l:B5 POS 16.8:1: 2.7 16.8:1: 2.'1 6.4 9120/97 

02 27 363 6 I House-Ext B Window Casing Peeling Wood White 3.23:1: 2.1~7 POS 15.5:1: 2.9 15.5:1: 1.9 .t1 9120/97 

03 27 364 6 1 House-Ext B Window Casing Peeling Wood White 2.08 ±4.02 POS 13.3:1: 2.5 13.3:1: 2.:5 '7.3 9120/97 

04 27 365 6 1 House-Ext B Window Sash-Ext Peeling Wood White »5.0:1: 1.00 POS 17.6:1:2.9 17.6:1: 2.'J IU 9/20/97 

05 27 366 6 I House-Ext B Window Sash-Ext Peeling Wood White »5.0:1: 1.1)0 POS 16.2:1: 1.7 16.2:1: 2:7 10.0 9/20/97 
[)6 27 367 6 I House-Ext B Window Trough Peeling Wood White 2.20:1: 3.!JO POS 16.3:1: 2.6 16.3 * 2.1\ 11.7 9/20/97 
}7 27 368 6 1 House-Ext B Window Trough Peeling Wood White »5.0:1: 1.00 POS 17.3:1: 2.7 17.3 ± 2.'7 10.0 9/20/97 
}8 27 369 6 I House-Ext B Window Mullion ~ee~!ng Wood White 3.00 :1:3.10 POS 19.1 ± 11 101.J-'1. ., 

19 27 370 1 House-Ext B 1Window 
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,10 27 371 6 1 Porch-2-Ext A Porch Columns Peeling Wood White »5.0 ± 1.00 POS 20.5 ± 2.~) 20.5 ± 2.9 8.5 9120197 
ill 27 372 6 1 Porch-2-Ext D Porch COllumns Peeling Wood White 2.61 ± 3.49 POS 1.5.7 ± 2.7 15.7 ± 2 .. 7 8.4 9120/97 
,12 27 373 6 1 Porch-2-Ext D Porch Trim-Lwr Peeling Wood While 1.06 ± 0.37 POS 2.7 ± o.~) 2.7 ± 0.9 1.8 9/20197 
)1J 27 374 6 1 Porch-2-Ext A Porch Trim-Lwr Peeling Wood White 2.31 ± 3.79 POS '~.4±2.0 6.4± 2.0 4.7 9/20/97 
,14 27 375 6 1 Porch-2-Ext A Porch Trim-Upr Peeling Wood White 4.27 ± 1.82 POS 22.8± 3.:1 22.8 ± 3.3 10.0 9120/97 
515 27 376 6 1 Porch-2-Ext A Porch Trim-Upr Peeling Wood While 3.80± 2.30 POS 1·~.7 ± 2.7 16.7 ± 2.7 7.2 9/20/97 
516 27 317 6 1 Porch-2-Ext A Awning Peeling Metal White 0.00 ± 0.10 NEG -.0.1 ± 0.5 O.O± 0.1 1.0 9/20/97 
517 27 378 6 I Porch-2-Ext A Awning Peeling Metal White 0.00±C1.10 NEG -00.3 ± 0 Ii O.O± 0.1 10 9/20/97 
618 27 379 6 1 Porch-2-Ext D Awning-l Peeling Metal White 2.20 ± 2.00 POS 06.4±U 6.4± 1.9 10.0 9/20197 
619 27 380 6 1 Porch-2-Ext D Awning-I Peeling Metal White 3.16 ± 2.94 POS 6.4 ± 2.0 6.4±2.0 10.0 9120197 
620 27 381 6 1 Porch-2-Ext D Awning-2 Peeling Metal White »5.0 ± 1.00 POS 9.0±2.li 9.0±2.6 7.2 9120/97 
621 27 382 6 1 Porch-2-Ext D Awning-2 Peeling Metal White 2.51 ± J..58 POS 10.H:2.:! 10.2 ± 2 .. 2 9.9 9/20/97 
622 27 383 6 1 Porch-2-Ext D Awning-3 Peeling Metal White »5.0± 1.00 POS U.O:l::2.II 12.0:1::2.6 4.1 9120/97 
623 27 384 6 1 Porch-2-Ext D Awning-3 Peeling Metal White 3.47 ± 2.63 POS U.8:1:: 2.11 12.8:1:: 2.6 5.9 9120/97 
624 27 385 6 1 Porcb-2-Ext D Porch I,attice Peeling Wood Green »5.0± 1.00 POS 14.9:1:: 2.'1 14.9:1::2.9 10.0 9120/97 
625 27 386 6 1 Porch-2-Ext D Porch I,attice Peeling Wood Green »5.0± 1.00 POS 16.8:1::2.11 16.8 ± 2.6 10.0 9120/97 
626 27 387 6 1 Porch-2-Ext D Porch iFloor Peeling Wood Grey 0.75 ± 0.21 POS 1.4:1:: 0.:1 1.4:1:: 0.3 4.0 9120197 
627 27 388 6 1 Porch-2-Ext D Porch :Floor Peeling Wood Grey 2.08 ± 4,.02 POS ~.2 ± 1.'1 6.2:1:: 1.9 7.0 9120197 
628 27 389 6 1 Porch-2-Ext D Scrn.-Dr. Door Peeling Wood Green 3.82:1:: 2.28 POS 7.4:1:: 2.0 7.4± 2 .. 0 2.1 9120/97 
629 27 390 6 1 Porch-2-Ext 0 Scrn.-Dr. Door Peeling Wood Green 3.47 ± 2:.63 POS 6.0±2.11 6.0 ± 2.1 2.1 9120197 
630 27 391 6 1 Porch-2-Ext 0 Scm.-Dr. Casing Peeling Wood Green »5.0± 1.00 POS 18.6:1:: 2.~) 18.6:1:: 2.9 6.3 9120/97 
631 27 392 6 1 Porch-2-Ext 0 Sern.-Dr. Casing Peeling Wood Green »5.020 1.00 POS 17.9203.11 17.9:1::3.1 7.5 9120197 
632 27 393 6 I Porch-2-Ext 0 Scrn.-Dr. .Jamb Peeling Wood Green »5.020 1.00 POS 16.3 ± 2.11 16.3:1:: 2.8 5.6 9120/97 
633 27 394 6 1 Porch-2-Ext 0 Scrn.-Dr. .Jamb Peeling Wood Green »5.020 1.00 POS 11.3±2.'1 11.3 ± 2.4 8.8 9120197 
634 27 395 6 I Porch-2-Ext C Porch Awning Peeling Metal White 0.00 ± 01.10 NEG -00.2 ± 0.6 O.O±O.I 100 9120197 
635 27 396 6 I Porch-2-Ext C Porch Awning Peeling Metal While 0.00 ± 0.10 NEG 02±03 O.O±O.I 1.0 9/20/97 
636 27 397 6 I House-Ext C House Elee-condu. Intact Metal White 006 ± 01 30 NEG D.O±O'l 01 ± 0.3 3 I 9120197 
637 27 398 6 I House-Ext C House Elec-condu. Intact Metal White 0.02 ± 01.10 NEG 0.0:1:: 1.0 0.0 % 0.1 1.0 9120197 
638 27 399 6 1 House-Ext C House Eh:c-Panel Intact Metal White 047±0.21 NEG 00 I ±0.6 0.5 ± 0.2 3.6 9120/97 
639 27 400 6 1 House-Ext C House EII:c-Panell Intact Metal White »5.0± 1.00 POS 5.6:1:: 2.:! 5.6:1::2.2 4.8 9120/97 
640 27 401 6 1 House-Ext C House Elc:c-Panell Intact Metal White »5.0:1:: 1.00 POS 6.2 :1::2.'1 6.2:1::2.4 5.4 9120197 
641 27 402 6 1 House-Ext C House Ele,c-condul. Intact Metal White 1.74HI.93 POS 3.4 % t.:I 3.4 ± 1.3 4.6 9120197 
642 27 403 6 1 House-Ext C House Elec-condul. Intact Metal While »5.0:1:: 1.00 POS 11.7:1:: 2.'1 11.7 % 2.4 10.0 9120/97 
643 27 404 6 1 House-Ext C Door Door Intact Wood White »5.0: 1.00 POS 5.6:1:: 1.7 5.6:1:: 1.7 8.1 9120/97 
644 27 405 6 I House-Ext C Door Door Intacl Wood White »5.0± 1.00 POS 7.0:1:: 1.'1 7.0:1:: 1.9 7.3 9120/97 
645 27 406 6 1 House-Ext C Door Casing Intacl Wood White 2.53 ± 31.57 POS 10.4:1:: 2." 10.4:1:: 2.4 4.5 9/20/97 
646 27 407 6 1 House-Ext C Door Casing Intact Wood White 1.76 ± 0.96 POS 4.2:1:: 1.:1 4.2:1:: 1.3 3.3 9120197 
647 27 408 6 1 House-Ext C Door .Jamb Intact Wood White 2.98:1:: 31.12 POS 4.5 % t.:! 4.5:1:: 1.2 5.3 9/20197 
648 27 409 6 1 House-Ext C Door .Jamb Intact Wood White 3.73 ± 2:.37 POS 5.2:1:: 1.1~ 5.2:1:: 1.8 8.7 9120/97 
649 27 410 6 I House-Ext C Door Threshold Intact Wood Grey 0.09 ± 01.10 NEG -0.1 ± 0.:5 0.1 ± 0.1 1.3 9/20/97 
650 27 411 6 I House-Ext C Door TIlreshold Intact Wood Grey 0.07±0.12 NEG 0.1 % 0.'7 0.1 %0.1 1.1 9/20/97 
651 27 412 6 I Garage-lnt. C Garage Wall Intact Drywall White 001±(1.I0 NEG 0.1 ± 0:5 0.0±0.1 1.00 9/20/97 
652 27 413 6 I Garage-Int. 0 Garage Wall Intact Drywall White 0.04 % 01.33 NEG 0.2 ± 0.7 0.0 ± 0.3 2.6 9/20/97 
653 27 414 6 1 Garage-Int 0 Ceiling Ceiling lntact Drywall White 0.00 ± 0.10 NEG 0.3 ± 0.'7 0.0 ± 0.1 10 9120/97 
654 27 415 6 I Garage-Int. 0 Ceiling Ceiling Intact Drywall White o 07 HI.! 0 NEG 0.0 ± 0.6 00 ± 0.6 10.0 9120/97 
655 27 416 6 1 Garage-Int. 0 Shelf Shelf Intact Wood White 0.03 ± (1.10 NEG 0.3 % 0.3 0.0%0.1 1.0 9/20197 
656 27 417 6 I Garage-Int. B Shelf Shelf Intact Wood White 000±0.15 NEG -0.1 ± 0.15 0.0 ± 0.2 1.0 9/20/97 
657 27 418 6 I Garage-Int. C Shelf Shelf Intact Wood White 0.01 ± 0.28 NEG -0.2 ± 0 '7 0.0 ± 0 3 10 9/20/97 
658 27 419 6 1 Garage-Int. C Shelf Shelf Intact Wood White 0.00±01O NEG 02 ± 0.7 00±01 1.0 9/20197 
659 27 420 6 1 Garage-Int. C Garage Elec-condu. Intact Metal White 0.07 ± 0.33 NEG O.O± 1 I) 01±03 3.4 9/20/97 
660 27 421 6 1 Garage-Int. C Garage Elee-condu Intact Metal White 004±016 NEG 02 ± 0.9 00±02 18 9/20/97 
661 27 422 6 2 House-Ext B House Soffit Fair Wood White 3.93 ± 2:.17 POS 16.7202.'7 16.7:1:: 2.7 6.0 9120/97 
662 27 423 6 2 House-Ext B House Soffit Fair Wood White »5.0± 1.00 POS 18.6 ± 2.1~ 18.6 ± 2.8 10.0 9120197 
663 27 424 6 2 House-Ext B House Facia Fair Wood White 4.43 ± 1.67 POS 7.7:1:: 2.1 7.7 :1::2.1 9.3 9120197 
664 27 425 6 2 House-Ext B House Facia Fair Wood White 3.94:1:: 2:.16 POS 14.3:1::2.'7 14.3 :1::2.7 5.3 9120197 
665 27 426 6 2 House-Ext B Gutter Gutter Fair Metal White 006± 0.19 NEG -0.4 % 0.9 01±02 19 9120/97 
666 27 427 6 2 House-Ext B Gutter Gutter Fair Metal White 0.07 ± 0.24 NEG -0.8 ± 0.9 0.1 ±0.2 22 9/20/97 
667 27 428 6 2 House-Ext B Roof Vent Fair Wood White 0.15±062 INCOM 0.9±0·7 02±06 3.7 9/20/97 
668 27 429 6 2 House-Ext B Roof Vent Fair Wood White 017±0.18 INCOM 0.8 ± 0:5 0.2 ± 0 2 24 9/20/97 
669 27 430 6 2 House-Ext B Roof Vent Fair Wood White 0.15 ± 0.10 NEG 0.6 % 0.3 0.2 ± 0.1 2.1 9/20197 
670 27 431 6 2 House-Ext B Roof Vent Fair Wood White 0.06 ± 0.13 NEG 0.1 ± 0.:5 0.1 ± 0.1 1.6 9/20/97 
671 27 432 6 I Room-2 B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.32 INCOM -0.3 ± 1.1 0.0 ± 0.3 1.0 9/20197 
672 27 433 6 I Room-2 B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.26 NEG 0.1 ±07 0.0 ±03 13 9/20197 
673 27 434 6 I Room-2 B Ceiling Ceiling Intact Drywall Beige 0.09 ± 0.32 NEG -05 ± 0.7 0.1 ±O 3 4.6 9/20/97 
674 27 435 6 I Room-2 B Ceiling Crown-mold Intact Wood Beige 011 ± 0.29 NEG 0.2 ± 0.4 01±03 40 9/20/97 
675 27 436 6 I Room-2 B Ceiling Crown-mold Intact Wood Beige 001±013 NEG -0.3 ± 0.7 O.O±O I 10 9120/97 
676 27 437 6 I Room-2 B Closet Ceiling Intact Drywall Beige 002 ± 0.27 NEG 01 ±0.15 00 ± 0.3 2.0 9120197 
677 27 438 6 I Room-2 B Closet Ceiling Intact Drywall Beige 004±031 NEG 01±015 0.0 ± 0 3 24 9/20/97 
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678 27 439 6 I Hall-2 B Closet Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -0.8 ± 0 7 O.O± 0.1 1.0 9/20/97 

679 27 440 6 I Hall-2 B Closet Ceiling Intact Drywall Beige 0.04±0 10 NEG 0.1 ± 0.7 O.O± 0.1 3.7 9/20/97 

680 27 441 6 I Hall-2 B Ceiling Ceiling Intact Drywall Beige 0.00±010 NEG -03 ± 0.7 00±01 1.0 9/20/97 

681 27 442 6 I Hall-2 B Ceiling Ceiling Intact Drywall Beige 002 ± 0 26 NEG 0.1 ± 0 7 00±03 1 g 9/20/97 

682 27 443 6 I Bath-I B Ceiling Ceiling Intact Drywall Beige 048 ± 0.32 NEG 03 ± 0.5 05±03 50 9/20/97 

683 27 444 6 I Bath-I B Ceiling Ceiling Intact Drywall Beige 051 ± 033 NEG 0.3 ± 0 4 0.5 ± 0 3 5.2 9120/97 

684 27 445 6 I Kitchen B Ceiling Ceiling Intact Drywall Beige 0.08 ± 0.31 NEG 0.2 ± 0.7 0.1 ± 0.3 45 9/20/97 

685 27 446 6 I Kitchen B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.10 NEG -0.4 ± 0.7 O.O±O.I 1.0 9/20/97 

686 27 447 6 I Kitchen B Wall Crown-mold Intact Wood Brown OOO±O.IO NEG 0.0 ± 0.6 O.O± 0 I 1.0 9/20/97 

687 27 448 6 I Kitchen B Wall Crown-mold Intact Wood Brown 000±0 .. 11 NEG -0.6 ± 0.7 0.0 ± 0.1 1.0 9/20/97 

688 27 449 6 I Hall-I B Ceiling Ceiling Intact Drywall Beige 0.06± 0.37 NEG -0.3 ± 0.6 01 ± 0.4 2.4 9/20/97 

689 27 450 6 I Hall-I B Ceiling Ceiling Intact Drywall Beige 002 ± 0.10 NEG -02±07 00 ± 0.1 1.0 9/20/97 

690 27 451 6 1 Kitchen B Closet Ceding Intact Drywall Beige OOO±O 10 NEG 03±07 O.O± 0.1 10 9120/97 

691 27 452 6 I Kitchen B Closet Ceiling Intact Drywall Beige 008 ± 0 28 NEG -0.7±08 0.1 ± 0 3 49 9120/97 

692 27 453 6 I Room-I B Ceiling Ceiling Intact Drywall Beige 003 ± 0.23 NEG 0.1 ± 0.7 0.0 ± 0 2 29 9/20/97 

693 27 454 6 I Room-I B Ceiling Ceiling Intact Drywall Beige 00HO.31 NEG -0.7 ± 0.7 0.0 ± OJ 1.5 9/20/97 

694 27 455 6 I Room-I B Ceiling Crown-mold Intact Wood Beige 001 ±OJO NEG -0.4 ± 0.7 O.O±O.I 1.0 9/20/97 

695 27 456 6 I Room-I B Ceilmg Crown-mold Intact Wood Beige 002 ± 0.10 NEG -0.2 ± 0.7 O.O±O.l 2.5 9/20/97 

696 27 457 6 I Room-3 B Ceilmg Crown-mold Intact Wood Beige 01\±0.16 NEG 0.2 ± 0.3 0.1 ± 0.2 7.5 9/20/97 

697 27 458 6 I Room-3 B Ceihng Crown-mold Intact Wood Beige om ± 0.10 NEG 02 ± 0.7 O.O± 0 I 2.7 9/20/97 

698 27 459 6 I Room-3 B Ceiling Ceiling Intact Drywall Beige 001 ±0.19 NEG -0 I ± 0.6 O.O± 0 2 10 9/20/97 

699 27 460 6 I Room-3 B Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.20 NEG -0.1 ± 0.7 0.0 ± 0.2 1.0 9120/97 

700 27 461 6 I Hall-3 B Ceiling Ceiling Intact Drywall Beige 001±010 NEG 02 ± 0.7 0.0 ± 0.1 1.0 9/20/97 

701 27 462 6 I Hall-3 B CeilIng Ceiling Intact Drywall Beige OOO±O.IO NEG -0.5 ± 0.7 O.O±O.I 1.0 9/20/97 

702 27 463 6 I Hall-3 B CeilIng Crown-mold Intact Wood Beige 005±010 NEG 01 ±0.6 01 ± 0.1 76 9/20/97 

703 27 464 6 I Hall-3 B Ceiling Crown-mold Intact Wood Beige 008±0.17 NEG 03±04 0.1 ± 0.2 6.2 9/20/97 

704 27 465 6 I Porch-2 B Porch Ceiling Intact Wood Beige »5.0± 1.00 POS 13.9± 2.5 13.9 ± 2.5 2.6 9120/97 

765 27 466 6 1 Porch-2 B Porch Ceiling Intact Wood Beige »5.020 1.00 POS 9.0± 2.1 9.0202.1 2.5 9120/97 

706 27 467 6 I Porch-I B Closet-l Ceiling Intact Drywall Beige 001±0.24 NEG 0.1 ± 0 7 O.O± 0.2 \.5 9/20/97 

707 27 468 6 I Porch-I B Closet-I Ceiling Intact Drywall Beige 002 ± 0.26 NEG -0.2 ± 0 7 0.0 ± 0 3 1.8 9/20/97 

708 27 469 6 1 Porch-l B Ceiling Ceiling Intact Wood Beige 3.94202.16 POS 10.0202.3 10.0202.3 2.1 9/20/97 

709 27 470 6 1 Porch-l B Ceiling Ceiling Intact Wood Beige »5.020 1.00 POS 10.5202.6 10.5202.6 3.0 9120/97 

710 27 471 6 1 Calibrate-l Calibrate Calibrate 1.06 20 0.14 POS 0.4200.5 1.1 20 0.1 1.1 9120/97 

711 27 472 6 1 Calibrate-2 Calibrate Calibrate 1.01200.23 POS 1.020 0.4 1.020 0.2 2.2 9120/97 

712 27 240 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 9/22/97 

713 27 241 3 2 Calibrate-l Calibrate Calibrate 1.01200.14 POS 0.6200.4 1.0200.1 1.0 9123/97 

714 27 242 3 2 Calibrate-2 Calibrate Calibrate 1.21200.29 POS 0.7200.5 1.2200.3 2.4 9123/97 

715 27 243 3 2 Calibrate-3 Calibrate Calibrate 1.31200.30 POS 0.4200.5 1.3200.3 2.S 9123197 

716 27 244 3 2 Calibrate-4 Calibrate Calibrate 1.04200.24 POS 0.7200.4 1.020 0.2 2.1 9123197 

717 27 245 3 2 Hall-4 D Closet-I Door Intact Wood Beige 0.20 ± 0 20 NEG 02 ± 0.6 0.2 ± 0.2 1.9 9/23/97 

718 27 246 3 2 Hall-4 D Closet-I Door Intact Wood Beige 0.11 ± 0.17 NEG -0.1 ± 0 7 0.1 ± 02 1.4 9/23/97 

719 27 247 3 2 Hall-4 D Closet-I Casing Intact Wood Beige 0.19±0.16 NEG 0.1 ±0.6 0.2 ± 0 2 15 9/23/97 

720 27 248 3 2 Hall-4 D Closet-I Casing Intact Wood Beige 032±016 NEG -0.1 ± 0.4 0.3 ± 0 2 2.3 9/23/97 

721 27 249 3 2 Hall-4 D Closet-I Jamb Intact Wood Beige 0.26± 010 NEG 0.6 ± 0.4 0.3 ± 0 I 1.6 9/23/97 

722 27 250 3 2 Hall4 D Closet-I Jamb Intact Wood Beige 0.32 ± 013 NEG 0.2 ± 0.4 OJ ± 0.1 1.9 9/23/97 

723 27 251 3 2 Hall4 A Closet-I Baseboard Intact Wood Beige 0.12 ± 0.10 INCOM 0.7±0.7 0.1 ±O I 7.0 9/23/97 

724 27 252 3 2 Hall-4 A Closet-I Baseboard Intact Wood Beige 0.06± 0.41 NEG -0.1200.8 0.1 ± 0.4 2.9 9/23/97 

725 27 253 3 2 Hall-4 B Closet-I Baseboard Intact Wood Beige 0.06 ± 0.42 NEG -0.2 ± 0 6 0.1 ± 0 4 2.5 9/23/97 

726 27 254 3 2 Hall4 B Closet-I Floor Intact Wood Varnish 0.00 ± 0.\0 NEG 0.4 ± 0.4 O.O± 0.1 1.0 9/23/97 

727 27 255 3 2 Hall-4 D Closet-I Floor Intact Wood Varnish 0.00 ± 0.10 NEG 00±0.7 O.O±O.I 1.0 9/23/97 

728 27 256 3 2 Hall-4 B Closet-I Shelf Intact Wood Beige 0.06 ± 0 38 NEG 0.1 ±0.6 0.1 ± 0.4 29 9/23/97 

729 27 257 3 2 Hall-4 B Closet-I Shelf Intact Wood Beige 0.02 ± 0 33 NEG 01±07 0.0 ± 0.3 1.6 9/23/97 

730 27 258 3 2 Hall-4 B Closet-I Hanger-Rod Intact Metal Beige 0.10 ± 0.24 NEG 08±06 0\±02 38 9/23/97 

731 27 259 3 2 1Iall-4 B Closet-I Hanger-Rod Intact Metal Beige 0.03 ± 0.14 NEG 0\ ± I I 00±01 12 9/23/97 

732 27 260 3 2 lIall-4 B Closet-I Wall Intact Drywall Beige 0.03 ± 0 20 NEG 02 ± 0.8 0.0 ± 0 2 12 9/23/97 

733 27 261 3 2 Hall-4 C Closet-I Wall Intact Drywall BeIge 001±021 NEG -0.3 ± 06 00±02 10 9/23/97 

734 27 262 3 2 Hall-4 A Closet-I Elec-condu Intact Metal Beige 0.05 ± 010 NEG 01 ± 0.6 01 ± 0 I 1.8 9/23/97 

735 27 263 3 2 Hall-4 A Closet-I Elec-condu. Intact Metal Beige 0.08 ± 0 38 NEG -09± 1.1 01±04 3.4 9/23/97 

736 27 264 3 2 Hall-4 B Wmdow-I Apron Intact Wood Beige 0.38 ± 0.30 NEG 0.4 ± 0.4 0.4 ± 0.3 4.1 9/23/97 

737 27 265 3 2 Hall-4 B Window-I Apron Intact Wood Beige 0.01 ±025 NEG 0.2± 0.6 00 ± 0.3 1.0 9/23/97 

738 27 266 3 2 Hall-4 B Window-I Stool Intact Wood Beige OOO±O 10 NEG 0.1 ± 0 5 O.O± 0 I 1.0 9/23/97 

739 27 267 3 2 Hall-4 B Window-I Stool Intact Wood Beige 0.01 ± 0.23 NEG 00 ± 0.7 O.O± 0.2 1.0 9/23/97 

'40 27 268 3 2 Hall-4 B Window· I Casing Intact Wood Beige O.19±O.18 NEG 07±04 0.2 ± 0 2 2.9 9/23/97 

'41 27 269 3 2 Hall-4 B Window-I Casing Intact Wood Beige 0.36 ± 0 30 NEG 0.0 ± 0.4 0.4 ± 0.3 42 9/23/97 

'42 27 270 3 2 Hall-4 B Window-l Sash Peeling Wood Beige 0.5820 1.05 POS 3.0200.9 3.0200.9 6.4 9123/97 

'43 27 271 3 2 Hall-4 B Window-l Sash Peeling Wood Beige 0.27200.18 POS 1.7200.4 1.7200.4 3.9 9123/97 

44 27 272 3 2 Hall-4 B Window-I Mullion Peeline Wood R",iol2o fi A'l..J... n.,.., 

45 27 273 2 Hall-4 n 
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746 27 274 3 2 Hall-4 A Closet-2 Door Intact Wood Beige 0.30 ± 0 22 NEG 0.4 ± 0.4 03±02 3.2 9/23/97 
747 27 275 3 2 Hall-4 A Closet-2 Door Intact Wood Beige 034 ± 0 23 NEG o I ± 0.4 0.3 ± 0.2 3.4 9/23/97 
748 27 276 3 2 Hall-4 A Closet-2 Casing Intact Wood Beige OOO±O.IO NEG 0.0 ± 0.7 00±01 10 9/23/97 
749 27 277 3 2 Hall-4 A Closet-2 Casing Intact Wood Beige 002±0.1O NEG 0.1 ± 0.6 O.O± 0.1 28 9/23/97 
750 27 278 3 2 Hall-4 A Closet-2 Jamb Intact Wood Beige 003 ± 0.31 NEG -0.4 ± 0.7 0.0 ± 0.3 2.4 9/23/97 
751 27 279 3 2 Hall-4 A Closet-2 Jamb Intact Wood Beige 003 ± 0.42 NEG 00 ± 0.7 0.0 ± 0 4 1.3 9/23/97 
752 27 2:&0 3 2 Hall-4 A Closet-2 Baseboard Intact Wood Beige 0.03 ± 010 NEG 0.2 ± 0.6 0.0 ± 0.1 1.0 9/23/97 
753 27 2:&1 3 2 Hall-4 A Closet-2 Baseboard Intact Wood Beige o 10±0.27 NEG 02 ± 0.5 0.1 ±0.3 2.5 9/23/97 
754 27 2:&2 3 2 Hall-4 A Closet-2 Floor Intact Wood Varnish 0.01 ± 0.10 NEG -0.6 ± 06 0.0 ± 0.1 1.0 9/23/97 
755 27 2:&3 3 2 Hall-4 A Closet-2 Floor Intact Wood Varnish OOO±O.IO NEG 01±06 00±01 10 9/23/97 
756 27 2:&4 3 2 Hall-4 A Closet-2 Shelf Inta.ct Wood Beige 0.00±0.10 NEG -0.4 ± 0.6 0.0 ± 0.1 1.0 9/23/97 
757 27 2.&5 3 2 Hall-4 A Closet-2 Shelf Inta.ct Wood Beige 0.00 ± 0.10 NEG -03 ± 0 6 O.O±O I 10 9/23/97 
75S 27 2:&6 3 2 Hall-4 A Closet-2 Wall Intact Drywall Beige o \O±0.10 NEG 0.1 ± 0.7 0.1 ± 0.7 10.0 9/23/97 
759 27 2:&7 3 2 Hall-4 A Closet-2 Wall Intact Drywall Beige 0.09 ± 0.41 NEG -0.5 ± 0.7 0.1 ± 0.4 3.7 9/23/97 
760 27 2:&S 3 2 Hall-4 A CeilIng-fan Casing Inta.ct Wood Beige 006 ± 0.10 NEG 0.0 ± 0.6 0.1 ±O.1 4.6 9/23/97 
761 27 2:&9 3 2 Hall-4 0 Ceiling-fan Casing Intact Wood Beige 0.02±0.10 NEG -0.3 ± 0.6 O.O±O.I 1.6 9/23/97 
762 27 290 3 2 Hall-4 0 Door Ovrhd-Door Inta.ct Wood Beige 009±O.10 NEG -0.4 ± 0 7 -0.4 ± 0.7 10.0 9/23/97 
763 27 291 3 2 Hall-4 C Door Ovrhd-Ooor Inta.ct Wood Beige 0.01±0.17 NEG -0.1 ± 0.7 0.0 ± 0.2 1.0 9/23/97 
764 27 292 3 2 Hall-4 C Wall Chair-rail Inta.ct Wood Beige 006±O.10 NEG -0.1 ± 0.6 0.1 ± 0.1 7.S 9/23/97 
765 27 2!H 3 2 Hall-4 B Wall Chair-rail Inlll.et Wood Beige 000±0.10 NEG 03 ± 0.6 00±0.1 1.0 9/23/97 
766 27 294 3 2 Hall-4 B Wall Baseboard Inlllct Wood Beige 0.13 ± 0.22 NEG 0.1 ± 0.5 0.1 ± 0.2 24 9/23/97 
767 27 295 3 2 Hall-4 C Wall Baseboard Inta.ct Wood Beige 0.04 ± 0.30 NEG 0.1 ± 0.7 0.0 ± 0.3 1.4 9/23/97 
768 27 296 3 2 Hall-4 C Floor Floor Inta.c! Wood Varnish 001 ±O.10 NEG 0.2 ± 0.7 O.O± 0.1 1.0 9/23/97 
769 27 297 3 2 Hall-4 B Floor Floor Inta.et Wood Varnish 0.00 ± 0.\0 NEG 0.2 ± 0.8 O.O±O I 1.0 9/23/97 
770 27 298 3 2 Hall-4 0 Floor Flr-Regstr Inlll.ct Metal Grey 003±0.10 NEG 0.4 ± 0.9 O.O±O.I 10 9/23/97 
771 27 299 3 2 Hall-4 0 Floor Flr-Regstr Inta.ct Metal Grey 0.02 ± 0.10 NEG 0.1 ± 1.0 00±01 1.0 9/23/97 
772 27 300 3 2 Bath-2 0 Wall Wall Intact Drywall Beige 001±0.1O NEG 01 ± 0.4 O.O± 0.1 10 9/23/97 
773 27 301 3 2 Bath-2 A Wall Wall Inta.ct Drywall Beige 0.00 ± 0.10 NEG 0.2 ± 0.6 O.O± 0.1 1.0 9/23/97 
774 27 302 3 2 Bath-2 A Door Door Inlllct Wood Beige 0.17 ± 0.30 NEG 0.1 ±0.8 0.2 ± 0.3 2.3 9/23/97 
775 27 303 3 2 Bath-2 A Door Door Inlll.ct Wood Beige o 14 ± 0.26 NEG 0.1 ± 0 5 0.1 ± 0.3 23 9/23/97 
776 27 304 3 2 Bath-2 A Door Casing Intact Wood Beige 0.22 ±028 NEG 0.1 ± 0.4 02±03 41 9/23/97 
777 27 305 3 2 Bath-2 A Door Casing Inta.c! Wood Beige 0.27 ± 0.40 NEG 0.1 ±04 0.3 ± 0.4 5.1 9/23/97 
778 27 306 3 2 Bath-2 A Door Jamb Intact Wood Beige 0.20 ± 0.32 NEG 0.2 ± 0.4 0.2 ± 0.3 4.2 9/23/97 
779 27 307 3 2 Bath-2 A Door Jamb Inta.ct Wood Beige 0.36 ± 0.57 NEG 0.3 ± 0 4 0.4 ± 0.6 6.4 9/23/97 
780 27 308 3 2 Bath-2 B Window Stool Intact Wood Beige 0.28 ± 0.28 NEG 0.4 ± 0.5 0.3 ± 0 3 3.9 9/23/97 
781 27 309 3 2 Bath-2 B Window Stool Inta.ct Wood Beige 0.42 ± 0.39 NEG 0.6 ± 04 0.4 ± 0 4 50 9/23/97 
782 27 310 3 2 Bath-2 B Window Casing Inta.et Wood Beige 038 ± 0 32 NEG 03±04 04 ± 0.3 45 9/23/97 
783 27 311 3 2 Bath-2 B Window Casing Intact Wood Beige 014 ± 0.22 NEG -0.6 ± 0 8 0.1 ± 0.2 17 9/23/97 
784 27 312 3 2 Bath-2 B Window Sash Inlilet Wood Beige 0.36 ±0.43 POS 3.0± 0.8 3.0±0.8 3.6 9/23/97 
785 27 313 3 2 Bath-2 B Window Sash Intllct Wood Beige 0.31 ± 0.16 POS 1.5 ± 0.4 1.5 ± 0.4 3.6 9/23197 
786 27 314 3 2 Batb-2 B Window Trough Faiir Wood Beige 2.67 ± 3.42 POS 13.6±3.0 13.6± 3.0 6.2 9/23197 
787 27 315 3 2 Bath-2 B Window Trougb Faiir Wood Beige 2.74 ± 3.36 POS 15.0± 3.3 15.0± 3.3 7.0 9/23197 
788 27 316 3 2 Bath-2 B Window Mullion Faiir Wood Beige 0.76 ± 0.38 POS 1.8 ± 0.5 1.8 ± 0.5 4.6 9/23/97 
789 27 317 3 2 Batb-2 B Window Mullion Faiir Wood Beige 0.32 ± 0.19 POS 1.9 ± 0.5 1.9 ± 0.5 2.9 9/23197 
790 27 318 3 2 Bath-2 0 Cabinet Door-Out Inwlct Wood Beige om ± 0.26 NEG 0.3 ± 0 7 0.0±0.3 1.0 9/23/97 
791 27 319 3 2 Bath-2 0 Cabinet Door-Out Inlllict Wood Beige 0.00 ± 0.19 NEG 0.1 ±0.8 O.O±O 2 1.0 9/23/97 
792 27 320 3 2 Bath-2 0 Cabinet Door-Ins Inwlct Wood Beige 0.00 ± 0.10 NEG -02±0.7 O.O±O.I 1.0 9/23/97 
793 27 321 3 2 Bath-2 0 Cabinet Door-Ins [nwlct Wood Beige 0.00 ± 0.10 NEG -0.4 ± 0.7 0.0 ± 0.1 1.0 9/23/97 
794 27 322 3 2 Bath-2 0 Cabinet Inside Inwlet Wood Beige 0.00 ± 0.10 NEG -09±0.7 o.o±o I 1.0 9/23/97 
795 27 323 3 2 Bath-2 0 Cabmet Inside Inwlct Wood Beige 0.00 ± 0.\0 NEG -0.6 ± 0 5 O.O±O.I 1.0 9/23/97 
796 27 324 3 2 Bath-2 0 Cabinet Floor Inwlet Wood Beige 001 ±O.lO NEG -07 ± 0.6 O.O±O.I 1.0 9/23/97 
797 27 325 3 2 Bath-2 0 Cabinet Floor Inwlct Wood Beige 000±0.14 NEG -0.6 ± 06 00±01 1.0 9/23/97 
79S 27 326 3 2 Bath-2 0 Cabinet Wall Inwlct Wood Beige OOO±O.lO NEG -0.5 ± 0.7 OO±O.I 1.0 9/23/97 
799 27 327 3 2 Bath-2 0 Cabinet Wall Inlalct Wood Beige O.OO± 0.10 NEG -0.5 ± 06 O.O±O.I 1.0 9/23/97 
SOO 27 328 3 2 Bath-2 0 Wall Wall-Rgstr Fair Metal Beige 034±0.18 NEG 0.1 ± 0.6 03 ± 0.2 2.9 9/23/97 
SOl 27 329 3 2 Bath-2 0 Wall Wall-Rgstr Fa.ir Metal Beige 0.17 ± 0.17 NEG -0.4 ± 0.7 0.2 ± 0 2 2.2 9/23/97 
S02 27 330 3 2 Room-3 0 Wall Wall Inwlct Drywall Beige 0.04 ± 0 31 NEG 0.1 ±0.7 0.0 ± 0.3 2.6 9/23/97 
S03 27 331 3 2 Room-3 C Wall Wall Inwlct Drywall Beige 0.24 ± 0.10 NEG -0.5 ± 0 7 -05 ± 0 7 10.0 9/23/97 
804 27 332 3 2 Room-3 B Wall-Lwr Wall Inwlct Drywall Beige 0.05 ± 010 NEG -O.S ± 0.6 0.1 ± 0 I 6.6 9/23/97 
80S 27 333 3 2 Room-3 A Wall-Lwr Wall Int~lct Drywall Beige 004 ± 0.40 NEG -0 I ± 06 00±04 19 9/23/97 
S06 27 334 3 2 Room-3 A 000r-1 Door Inwlct Wood Beige 0.07±0.16 NEG 0.1 ± 0 7 01±02 13 9/23/97 
807 27 335 3 2 Room-3 A Door-2 Door Inwlct Wood Beige 017 ± 0.25 NEG 0.3 ± 0 7 02±03 2.0 9/23/97 
808 27 336 3 2 Room-3 A 000r-2 Casing Inwlct Wood Beige 0.30 ± 0 26 NEG O.S ± 0.4 03±03 38 9/23/97 
809 27 337 3 2 Room-3 A Door-I Casing Int"ct Wood Beige 037 ± 0.30 NEG 00±04 0.4 ± 0.3 42 9/23/97 
810 27 338 3 2 Room-3 A Door-I Jamb Intllct Wood Beige 0.34 ± 0 21 NEG 05±04 0.3 ± 0 2 3 I 9/23/97 
811 27 339 3 2 Room-3 A 000r-2 Jamb Int"ct Wood Beige 0.24 ± 0.14 NEG 0.3 ± 04 0.2 ± 0 I 22 9/23/97 
812 27 340 3 2 Room-3 B Door-3 Door [nwlet Wood Beige 033 ± 0 26 NEG 04 ± 0.4 0.3 ± 0.3 3.8 9/23/97 
813 27 341 3 2 Room-3 B 000r-3 Door Inulct Wood Beige 056 ± 0.41 NEG 04±04 06±04 54 9/23/97 

606 
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No Site XLNo ][nsp FIr Room Side Slrc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Dl Dale Note 

814 27 342 3 2 Room-3 B Door-3 Casing Intacl Wood Beige 034 ± 0,39 NEG 04±04 0.3 ± 004 5.1 9/23/97 

815 27 343 3 2 Room-3 B Door-3 Casing Intact Wood Beige 050 ± 0 42 NEG 05 ± 0 3 05r04 7.4 9/23/97 

816 27 344 3 2 Room-3 B Door-3 Jamb Intact Wood Beige 030 ± 0 23 NEG 04±04 03±02 34 9/23/97 

817 27 345 3 2 Room-3 B Door-3 Jamb Intact Wood Beige 0,28 ± 0 26 NEG 05±04 03 ± 0.3 37 9/23/97 

818 27 346 3 2 Room-3 C Wmdow-I Apron Intact Wood Beige 001±0.31 NEG 0.1 ±O 7 0,0 ± 0 3 1.0 9/23/97 

819 27 347 3 2 Room-3 D Window-2 Apron Intact Wood Beige o 12±0.31 NEG 0,2 ± 0 8 0.1 ± 0 3 2.1 9/23/97 

820 27 348 3 2 Room-3 0 Window-3 Stool Intact Wood Beige om ± 0,21 NEG -0.4 ± 0,7 00 ± 0.2 1.0 9/23/97 

821 27 349 3 2 Room-3 D Window-2 Stool Intact Wood Beige 037 ± 0.53 NEG 0.4 ± 004 04 ± 0.5 5.9 9/23/97 

822 27 350 3 2 Room-3 C Window-I Casing Intact Wood Beige o 16±0.42 NEG 0.6 ± 04 0.2 ± 0 4 49 9/23/97 

823 27 351 3 2 Room-3 D Window-2 Casing Intact Wood BeIge 029 ± 0.22 NEG 0.6 ± 004 0.3 ± 0,2 3.3 9/23/97 

824 27 352 3 2 Room-3 D Window-3 Sash Intact Wood Beige 0.75 ± 0.36 POS 1.8 ± 0.4 1-8 ± 0.4 5.4 9/23/97 

825 27 353 3 2 Room-3 D Window-2 Sash Intact Wood Beige 0.59± 0.83 POS 4.5 ± 1.4 4.5 ± 1.4 3.9 9/23197 

826 27 354 3 2 Room-3 D Window-2 Trough Poor Wood Beige 4.13 ± 1.97 POS 16.9 ± 31.4 16.9 ± 3.4 5.2 9/23/97 

827 27 355 3 2 Room-3 D Window-3 Trough Poor Wood Beige 2.38 ± 1.71 POS 11.0 ± 2:.7 11.0± 2.7 2.8 9/23197 

828 27 356 3 2 Room-3 C Window-I Mullion Poor Wood Beige 051±016 NEG 1.1 ±04 0.5 ± 0 2 2,0 9/23/97 

829 27 357 3 2 Room-3 C Window-I Mullion Poor Wood Beige 0.36±0 12 NEG 0,8 ± 0 4 04±01 1.6 9/23/97 

830 27 358 3 2 Room-3 C Closet-) Door Intact Wood Beige 0.18±013 NEG 05±04 02±01 22 9/23/97 

831 27 359 3 2 Room-3 C Closet-2 Door Intact Wood Beige 0041 ± 0.29 NEG 02±04 04±03 40 9/23/97 

832 27 360 3 2 Room-3 C Closet-2 Casing Intact Wood Beige 007 ± 0.27 NEG 02 ± 0.5 01 ± 0,3 2.4 9/23/97 

833 27 361 3 2 Room-3 C Closet-I Casing Intact Wood Beige 0,02 ± 0.21 NEG 00 ± 05 0,0 ± 0.2 L2 9/23/97 

834 27 362 3 2 Room-3 C Closet-l Jamb Intact Wood Beige 0,01 ±O 15 NEG 02±05 00 ± 0.2 1.0 9/23/97 

835 27 363 3 2 Room-3 C Closet-2 lamb Intact Wood Beige 0.02 ± 0.23 NEG -0.1 ± 0,7 0,0 ± 0.2 1.1 9/23/97 

836 27 364 3 2 Room-3 0 Closet-2 Baseboard Intact Wood Beige 0.33 ± 0.24 NEG 02±04 03 ± 0.2 3,5 9/23/97 

837 27 365 3 2 Room-3 A Closet-I Baseboard Intact Wood Beige 0,37 ± 0.21 NEG 03 ± 0.4 04 ± 0.2 3,2 9/23/97 

838 27 366 3 2 Room-3 A Closet-I Floor Intact Wood Varnish 000 ± 0 23 NEG -03 ± (1,7 00±02 1.0 9/23/97 

839 27 367 3 2 Room-3 A Closet-2 Floor Intact Wood Varnish 0.00 ± 0,10 NEG 01±06 00±01 1.0 9/23/97 

840 27 368 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige om ± 0.10 NEG 0.1 ± 06 0.0 ± 0 I 2.0 9/23/97 

841 27 369 3 2 Room-3 A Closet-I Shelf Intact Wood Beige 0.01±0.18 NEG 0.1 ± 0,7 00 ± 0.2 1.0 9/23/97 

842 27 370 3 2 Room-3 A Closet-I Hanger-Rod Intact Metal Beige 0,11 ± 0 35 NEG 02 ± 0,7 01±04 39 9/23/97 

843 27 371 3 2 Room-3 A Closet-2 Hmger-Rod Intact Metal Beige 0,15±020 NEG 0,3 ± Cl5 02±02 78 9/23/97 

844 27 372 3 2 Room-3 0 Closet-2 EI,ec-condu Intact Metal Beige 0,02 ± 0.15 NEG 0,1 ± 10 00 ± 0,2 1.2 9/23/97 

845 27 373 3 2 Room-3 0 Closet-I Ellec·condlu Intact Metal Beige 0,14±0,17 NEG 01 ± 0 8 01 ± 0,2 20 9/23/97 

846 27 374 3 2 Room-3 A Wall Chair-rail Intact Wood Beige OOO±O.lO NEG 0,1 ± 06 O.O± 0,1 10 9/23/97 

847 27 375 3 2 Room-3 B Wall Chair-rail Intact Wood BeIge 001±0.1O NEG -03 ± 0.6 O,O± 0.1 30 9/23/97 

848 27 376 3 2 Room-3 B Wall Baseboard Intact Wood Beige 005 ± 0.40 NEG 00±07 01 ± 0.4 25 9/23/97 

849 27 377 3 2 Room-3 A Wall Baseboard Intact Wood Beige OOO±O,IO NEG 00±06 00 ± 0.1 1.0 9/23/97 

850 27 378 3 2 Room·3 A Floor Floor Intact Wood Varnish OOO±O,IO NEG -0 I ± 0,6 O.O± 0 I 10 9/23/97 

851 27 379 3 2 Room-3 B Floor Floor Intact Wood Varnish 001 ±O.IO NEG 03 ± 0.7 OO±O.I 1.0 9/23/97 

852 27 380 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 002±0.10 NEG 0.7±06 00±01 1.4 9/23/97 

853 27 381 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 0,07 ± 0.26 NEG 0,6%06 0.1 ± 0.3 43 9/23/97 

854 27 382 3 2 Bath-3 A Wall Wall Intact Drywall Beige 0,01 ± 010 NEG 02±O5 0,0 ± 0.1 1.0 9/23/97 

855 27 383 3 2 Bath-3 D Wall Wall Intact Drywall Beige 0.66 ± 0.46 NEG 0.7 ± 0 5 07 ± 0,5 58 9/23/97 

856 27 384 3 2 Room-3 B Door-4 Door Intact Wood Beige 037 ± 0.33 NEG 03±O4 0.4 ± 0.3 46 9/23/97 

857 27 385 3 2 Room-3 B Door-4 Door Intact Wood Beige 0,19±0 14 NEG 04±04 0.2 ± 0 I 2.4 9/23/97 

858 27 386 3 2 Bath-3 D Door Door Intact Wood Beige 0.35 ± 0 24 NEG 0,5 ± 004 0.4 ± 0,2 35 9/23/97 

859 27 387 3 2 Bath-3 0 Door Door Intact Wood Beige 0.11 ± 0.17 NEG -0.1 ± 0,8 0,1 ± 0.2 1.5 9/23/97 

860 27 388 3 2 Bath-3 0 Door Casing Intact Wood Beige 0.36 ± 0 24 NEG 0.1 ± 04 004 ± 0 2 3.5 9/23/97 

861 27 389 3 2 Bath-3 0 Door Casing Intact Wood Beige 0,19±022 NEG 0.3 ± 0.6 0.2 ± 0,2 2,1 9/23/97 

862 27 390 3 2 Bath-3 0 Door Jamb Intact Wood Beige 0,24 ± 0.20 NEG 03±04 02±02 3.1 9123/97 

863 27 391 3 2 Bath-3 0 Door Jamb Intact Wood Beige 0,24 ± 0.20 NEG 0.1 ± 004 0.2 ± 0 2 30 9123197 

864 27 3'92 3 2 Bath-3 C Window Stool Intact Wood Beige 014 ± 0,10 NEG -04 ± (18 -04 ± 0 8 100 9/23/97 

865 27 393 3 2 Bath-3 C Window Stool Intact Wood Beige 004 ± 0 39 NEG 02±07 00±04 23 9/23/97 

866 27 394 3 2 Bath-3 C Window Casing Intact Wood Beige 0,23 ± 017 NEG 00 ± 0,6 0.2 ± 0.2 1.9 9/23/97 

867 27 395 3 2 Bath-3 C Window Casing Intact Wood Beige 0,32 ± 0,17 NEG 0.4 ± 04 0,3 ± 0.2 2,5 9/23/97 

868 27 3'96 3 2 Bath-l C Window Sash Poor Wood Beige 0.62 ± 0.34 POS 2.2 ± 0.6 2.2 ±0.6 4.0 9123{97 

869 27 3'97 3 2 Batb-3 C Window Sash Poor Wood Beige 1.05 ± 0.74 POS 2.4±R7 2.4 ± 0.7 6.2 9/23/97 

870 27 3'98 3 2 Bath-3 C Window Trough Poor Wood Beige »5.0± 1.00 POS 13.9 ± )'.2 13.9 ± 3.2 9.2 9/23/97 

871 27 3'99 3 2 Bath-3 C Window Trough Poor Wood Beige 4.49 ± 1.61 POS 17.0 ± ),.3 4.5 ± 1.6 5.4 9/23/97 

872 27 41(}0 3 2 Bath-3 C Window Mullion Poor Wood Beige 0.77 ± 0.27 POS 1.4 ± 0.3 1.4 ± 0.3 4.7 9123/97 

873 27 401 3 2 Bath-3 C Window Mullion Poor Wood Beige 0,37 ± 017 NEG 10±05 004 ± 0.2 25 9/23/97 

874 27 4102 3 2 Bath-3 C Window Mullion Poor Wood Beige 0.57 ± 028 NEG 09 ± 0.4 06 ± 0,3 3,6 9123197 

875 27 4103 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG 00±07 00±01 10 9/23/97 
876 27 404 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 000±01O NEG -0, I ± 0 7 0,0 ± 0 I 10 9/23/97 

877 27 405 3 2 Bath·3 B Cabmet Door-1m; Intact Wood BeIge 000±01O NEG -06±07 0,0 ± 0.1 10 9/23/97 
878 27 406 3 2 Bath-3 B Cabinet Door-Ins Intact Wood Beige OOO±O 18 NEG -08±O7 00±02 10 9/23/97 

879 27 4107 3 2 Bath-3 B Cabinet Inside Intact Wood Beige 0,00 ± 0.16 NEG -07 ± 06 00±02 10 9/23/97 
880 27 408 3 2 Bath-3 B Cabinet Inside Intact Wood BeIge 000 ± 0.10 NFl. .0') + Of.. nfl.J.-" 1 

881 27 409 2 Bath-3 R r ... h .... .,.t 
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882 27 410 3 2 Bath-3 B Cabinet Walll Intact Wood Betge 0.00 ± 0 10 NEG -04 ± 0 6 00 ± 0.1 10 9/23/97 
883 27 411 3 2 Bath-3 B Cabinet Floor Intact Wood Beige 0.00 ± 010 NEG -0.3 ± 0 6 O.O± 0.1 1.0 9/23/97 
884 27 412 3 2 Bath-3 B Cabinet Floor Intact Wood Beige O.OO± 0 10 NEG -0.4 ± 0 6 00 ± 0.1 10 9/23/97 
885 27 413 3 2 Bath-3 A Wall Wall-Rgstr Intact Metal Beige 053±0.14 NEG 0.9 ± 0.5 0.5 ± 0.1 1.8 9/23/97 
886 27 414 3 2 Bath-3 A Wall Wall-Rgstr Intact Metal Beige o S9 ± 013 NEG 0.7 ± 0.6 0.6± 0.1 1.5 9/23/97 
887 27 415 3 2 Caltbrate-I Calibrate Calibr;lIe 0.94 ± 010 NEG 1.1 ± 0.5 0.9±0.1 1.0 9/23/97 
888 27 416 3 2 Calibrate-2 Calibrate Calibr:ue 089 ± 0 21 NEG 0.5 ± 0.5 0.9 ± 0.2 1.9 9/23/97 
889 27 417 3 ~~ Calibrate-3 Calibrate Calibrate U5±0.28 POS 0.4 ± 0.5 1.2 ± 0.3 2.4 9123/97 
890 27 418 3 ~~ Calibrate-4 Calibrate Calibrate 1.09± 0.26 POS 0.6 ± 0.4 1.1 ± 0.3 2.3 9123/97 
891 27 419 3 2 Room-I C Ceiling Ceiltng Intact Drywall Beige 0.01±020 NEG -0.5 ± 0.7 0.0 ± 02 1.0 9/23/97 
892 27 420 3 2 Room-I D Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.18 NEG -0.1 ±0.7 O.O± 0.2 1.0 9/23/97 
893 27 421 3 2 Room-I D Wall Crown-mold Intact Wood Beige 0.01 ± 0 20 NEG 0.2 ± 0.7 0.0 ± 0.2 1.0 9/23/97 
894 27 422 3 2 Room-I C Wall Crown-mold Intact Wood Beige 000 ± 0.18 NEG 0.2 ± 0.6 O.O± 0.2 1.0 9/23/97 
895 27 423 3 2 Room-I C Closet-I Ceiling Intact Drywall Beige 0.01 ± 0.22 NEG -0.5 ± 0.8 0.0 ± 0 2 1.5 9/23/97 
896 27 424 3 2 Room-I B Closet-I Ceiling Intact Drywall Beige 0.02 ± 0.\0 NEG 0.3 ± 0.7 O.O±O.I 1.8 9/23/97 
897 27 425 3 2 Room-2 B Ceiling Ceiling Intact Drywall Beige 0.17 ± 0.10 NEG -0.1 ± 0.7 -0.1 ± 0.7 \0.0 9/23/97 
898 27 426 3 2 Room-2 C Ceiling Ceiling Intact Drywall Beige 009± 0.10 NEG o o± 0.6 O.O± 06 10.0 9123/97 
899 27 427 3 2 Room-2 C Wall Crown-mold Intact Wood Beige 0.25 ± 0.\0 NEG -0.2± 0.7 -0.2 ± 0.7 10.0 9/23/97 
900 27 428 3 2 Room-2 B Wall Crown-mold Intact Wood Beige 0.01 ±026 NEG 0.3 ± 0 7 0.0 ± 0.3 1.0 9/23/97 
901 27 429 3 2 Room-2 B Closet Ceiltng Intact Drywall Beige 009 ± 0.42 NEG 0.1 ± 0.8 0.1 ± 0.4 3.6 9/23/97 
902 27 430 3 Room-2 B Closet Ceiling Intact Drywall Beige 002±0 10 NEG 0.1 ± 0 5 O.O± 0.1 1.0 9/23/97 
903 27 431 3 2 Hall-4 B Ceiling Ceiltng Intact Drywall Beige 001 ± 0.24 NEG -02 ± 0.8 0.0 ± 0.2 II 9/23/97 
904 27 432 3 2 Hall-4 A Ceiling Ceiling Intact Drywall Beige 0.18±0.10 NEG -0.4 ± 0.7 -0.4 ± 0.7 10.0 9/23/97 
90S 27 433 3 Hall-4 A Closet-I Ceiling Intact Drywall Beige 002±0.10 NEG 02±05 OO± 0.1 1.2 9/23/97 
906 27 434 3 Hall-4 D Closet-I Ceiling Intact Drywall Beige 001 ±0.20 NEG -0.7 ± 0.6 0.0 ± 0.2 1.0 9/23/97 
907 27 435 3 Bath-2 A Ceiling Ceiling Intact Drywall Beige 0.32 ± 0 23 NEG 0.3 ± 0 3 0.3 ± 0.3 10.0 9/23/97 
908 27 436 3 Bath-2 B Ceiling Ceiling Intact Drywall Beige 027 ± 0.24 NEG 0.3 ± 0.4 0.3 ± 0.2 3.9 9/23/97 
909 27 437 3 Room-3 B Ceiltng Ceiling Intact Drywall Beige 0.11 ±0.10 NEG -0.2 ± 0 7 0.1 ± 0.1 7.4 9/23/97 
910 27 438 3 2 Room-3 A Ceiling Ceiling Intact Drywall Beige 0.06 ± 0.24 NEG 03 ± 0.7 0.1 ± 0.2 43 9/23/97 
911 27 439 3 2 Room-3 A Wall Crown-mold Intact Wood Beige O.OO± 0.10 NEG 0.2 ± 0.4 0.0 ± 0.1 1.0 9/23/97 
912 27 440 3 2 Room-3 B Wall Crown-mold Intact Wood Beige 0.03± 027 NEG -0.7 ± 0.7 0.0 ± 0 3 2.5 9/23/97 
913 27 441 3 2 Room-3 C Closet-2 Ceiltng Intact Drywall Beige o 10±0.42 NEG 0.1 ±0.6 0.1 ± 0.4 3.8 9/23/97 
914 27 442 3 2 Room-3 C Closet-2 Ceiling Intact Drywall Beige om ± 0.22 NEG 0.2 ± 0 6 0.0 ± 0.2 1.0 9123197 
91S 27 443 3 2 Bath-3 D Ceiltng Ceiling Intact Drywall Beige 0.82 ± 0.40 NEG 0.7 ± 0.5 0.8 ± 0.4 4.9 9/23/97 
916 27 444 3 2 Bath-3 C Ceiltng Ceiling Intact Drywall Beige 0.82 ± 0 41 NEG 1.1 ± 0.5 0.8 ± 0 4 5.1 9/23/97 
917 27 445 3 2 Caltbrate-I C Caltbrate Calibnlte 0.98 ± 013 NEG 0.5 ± 0 5 1.0± 0.1 1.0 9/23/97 
918 27 446 3 2: Calibrate-2 C Calibrate Calibrate 0.99± 0.23 POS 0.2 ±0.5 1.0±0.2 2.1 9123/97 
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Fieid Sam piing Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters DO, 1293 Avenue G, Charleston Naval Complex, 

Charleston SC 

Is surface 
Dimensions I 

Sample Surface smooth and OT ,"e sample Area Total Lead 
Number 

Room Type cleanable? 
area (inches (fe) Found 

x inches) 
NBC/ 1ST Floor, Floor-
Qtrs DD Yes 12 x 12 1 191.00 
D01 

Room-3 Door-3 

NBC/ 1§I Floor, Window-1 
Qtrs DD Yes 2-1/4 x 26-1/2 0.414 18.10 
D02 

Kitchen Sill 

NBC/ 1ST Floor, Floor-
Qtrs DD Yes 12 x 12 1 -13.80 
D03 

Room-2 Door-2 

NBC/ 1ST Floor, Floor-
Qtrs DD Yes 12 x 12 1 10.80 
D04 

Hall-1 Door-2 

NBC/ 1ST Floor, Floor-
Qtrs DD Yes 12 x 12 1 155.70 
D05 

Room-1 Door-2 

NBCI 2ND Floor, Window-1 
Qtrs DD Yes 2-1/4 x 27 0.422 4.90 
D06 

Room-3 Sill 

NBC/ 2ND Floor, Window-1 
Qtrs DD Yes 2-1/4 x 27 0.422 21.10 
D07 

Room-2 Sill 

NBC/ 
Qtrs DD Blank N/A N/A N/A N/A -6.50 
D08 

I Measure to the nearest 1/8 inch. 

HUD standards: 100 J.l9ltr (floors), 500 J.l9ltr (interior window sills), 800 J.lg/ft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sam pie coiiection ; Oi; 5i97 

Table 24-b, Field Sampling Form for Dust 

610 

Result of Lab 
Analysis 
(J.l91 fe) 

191.00 

43.72 

<Detectable 

10.80 

155.70 

11.61 

50.00 

<Detectable 



Quarters DO, L. Jampl'.es 
Charleston Naval Compll!x 

Site 27, Date: 10/15/97 

Thin Page 1 

No Site XLNo Insp FIr Room Side Stre Feat Ph ± Pree 
5 6 3 Calibrate 3328.00 ± 64.60 

199 27 201 3 1 Room-3 000r-3 Floor 19l.00 ± 26.30 
204 27 206 3 1 Kitchen 'Window-l Stool 18.10 ± 19.30 
209 27 211 3 1 Room-2 Door-2 Floor -13.80 ± 18.90 
214 27 216 3 1 HaIl-1 Door-2 Floor 10.80± 19.10 
219 27 221 3 1 Room-l Door-2 Floor' 155.70 ± 28.70 
224 27 226 3 2 Room-3 Window-l Stool 4.90 ± 18.30 
229 27 231 3 2 Room-2 Window-l Stool 21.1O± 19.10 
234 27 236 3 Blank -6.50 ± 17.60 
239 242 Calibrate-l 2430.40 ± 54.80 

Table 24-c, XRF Field Data Sheets for Dust Samples 
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Bulk Page 1 
Quarters DD, Soill Samples 
Charleston Naval Complex 

Site: 27 Date: 11114/97 

No Site XLNo Insp Room Side Str(: Feat Pb ± Prec 
1 27 2 3 Calibrate-1 -27.0 ± 56.0 
2 27 3 3 Calibrate-2 963.2 ± 106.3 
3 27 4 3 Dripline A 516.8 ± 75.4 
4 27 5 3 Clothesline C 196.9 ± 60.9 

Table 24-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

25.0 Quarters EE 

Quarters EE, 1285 Avenue G, is a two-story, wood-framed unit that is half a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 12 September 1997 to 25 September 1997, two certified lead inspectors performed an 

extensive LBP survey of Quarters EE. This survey was performed before the HUD Guidelines 

Chapter 7 revision and required three XRF readings on each testing combination. If, after two 

readings, the results were either two positives or two negative the testing combination was 

categorized accordingly with no need for the third reading. If, after two readings, the results were 

one positive and one negative the third reading classified the testing combination. 

25.1 Identification of Lead in Quarters EE: 

Eight hundred seventy-three XRF samples and calibrations were taken in Quarters EE. In general, 

the paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 25-a contains LBP sampling results for 

Quarters EE and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. One soil sample was taken from the dripline area outside 

the building. Dust and soil samples were taken for informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters EE: 
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I Fir I Room Side 

Bath-1 A 
Bath-1 A 
Bath-1 A 
Bath-1 A 
Garage-Ext. A 
Garage-Ext. A 
Garage-Int. C 
Garage-Int. C 
Garage-Int. C 
Garage-Int. C 
Hall-1 B 
Hall-1 B 
Hall-1 B 
Hall-1 B 
Hall-3 o 
Hall-3 o 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext c 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext c 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext C 
House-Ext C 
Kitchen C 
Kitchen C 
Kitchen C 
Kitchen C 
Kitchen C 
Kitchen C 
Porch-1 A 
Porch-1 A 
Porch-1 A 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 B 
Porch-1 C 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch=1 D 
Porch-1 o 
Porch-1 o 
Porch-1 o 
Porch-1-Ext. A 

Quarters EE Positive Results for Lead-Based Paint 

Window Sash Peeling Wood Beige P~S 

Window Sash Peeling Wood Beige P~S 

Window Mullion Peeling Wood Beige P~S 

Window Mullion Peeling Wood Beige P~S 

Garage-Dr Casing Intact Wood White P~S 

Garage-Dr Casing Intact Wood White P~S 

Door Door Intact Wood White P~S 

Door Door Intact Wood White P~S 

Door Jamb Intact Wood White P~S 

Door Jamb Intact Wood White P~S 

Door-1 Door Intact Wood Beige P~S 

Door-1 Door Intact Wood Beige P~S 
Door-1 Mullion Intact Wood Beige P~S 

Door-1 Mullion Intact Wood Beige POS 
Door Door Intact Wood Beige P~S 

Door Door Intact Wood Beige P~S 

Window Stool Poor Wood White P~S 

Window Stool Poor Wood White P~S 

Window Casing Poor Wood White POS 
Window Casing Poor Wood White POS 
Window Sash-Ext Poor Wood White P~S 

Window Sash-Ext Poor Wood White P~S 

Window Trough Poor Wood White P~S 

Window Trough Poor Wood White P~S 

Window Mullion Poor Wood White P~S 

Window Mullion Poor Wood White P~S 
Screen-\AJind. Sash-Ext Poor 'v"Jood Green p~S 

Screen-Wind. Sash-Ext Poor Wood Green P~S 

House Elec-Panel Poor Metal White POS 
House Elec-Panel Poor Metal White P~S 

House Elec-condu. Poor Metal White POS 
House Elec-condu. Poor Metal White P~S 

Window Casing Peeling Wood Beige P~S 

Window Casing J-'eeiing Wood tseige J-'OS 
Window Sash Peeling Wood Beige POS 
Window Sash Peeling Wood Beige P~S 

Window Mullion Peeling Wood Beige P~S 
Window Mullion Peeling Wood Beige P~S 

Porch-1 Columns Intact Wood White POS 
Porch-1 Ceiling Intact Wood White P~S 

Porch-1 Ceiling Intact Wood White P~S 

Porch-1 Columns Intact Wood White P~S 

Porch-1 Columns Intact Wood White POS 
Door Casing Intact Wood White P~S 
Door Casing Intact Wood White P~S 

Door Jamb Intact Wood White P~S 

Door Jamb Intact Wood White P~S 
Wall Elec-condu. Intact Metal White POS 
Wall Elec-condu. Intact Metal White POS 
Porch Trim-Upr Intact Wood White P~S 

Porch Trim-Upr Intact Wood White POS 
Porch-1 Columns Intact Wood White P~S 

Door-1 Door Intact Wood White P~S 

Door-3 Door Intact Wood White pas 
Door-2 Door Intact Wood White pas 
Door-2 Door Intact Wood White pas 
Door-2 Mullion Intact Wood White P~S 

Window-3 Mullion Intact Wood White P~S 

Door-3 Casing Intact Wood White P~S 

Door-2 Casing Intact Wood White P~S 

Door=2 Jamb Intact "''1ood p~S 

Door-1 Jamb Intact Wood White P~S 
Door-1 Threshold Intact Wood Green P~S 

Door-2 Threshold Intact Wood Green P~S 

Porch Trim-Upr Peeling Wood White P~S 
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Combined 

3.5 ±1.0 
2.1 ±0.6 
2.8 +0.9 
2.7 ±0.8 

21.0 ±3.2 
20.0 ±2.9 
17.7 ±2.9 
13.8 ±2.6 
19.4 ±3.0 
15.7 ±2.7 
1 1 ±0.3 
1 1 ±0.3 
1.4 ±0.4 
1.3 ±0.3 
1.0 ±0.5 
1.4 +0.3 
4.5 ±1.1 
2.3 ±0.6 
3.5 ±0.9 
9.9 ±2.4 

16.0 ±2.9 
21.4 ±2.8 
20.7 ±3.2 
19.9 ±3.0 
15.7 ±2.5 
8.3 ±2.1 

7.1 ±2.0 
13.2 ±2.7 
13.5 ±2.8 
13.0 ±2.7 
17.2 ±3.1 
1.8 ±0.5 
2.; ±O.5 
3.0 ±0.9 
5.8 ±1.7 
6.9 ±2.0 
3.9 ±1.2 

174 ±2.7 
11.9 ±2.4 
9.2 ±2.0 

20.4 ±3.3 
19.7 ±3.0 
18.7 ±2.9 
21.3 ±3.2 
21.7 ±3.1 
17.4 ±3.1 
7.3 ±2.1 
4.9 ±1.6 

22.6 ±3.1 
18.3 ±3.0 
19.7 ±3.1 
11.7 ±2.6 
16.5 +2.5 
15.2 ±2.6 
14.1 ±2.6 
13.6 ±2.6 
16.1 ±2.8 
13.5 ±2.8 
12.7 ±2.5 
01 A'l,'" ..,. 
' .... L LL.I 

13.8 ±2.6 
1.1 ±0.2 
2.3 ±D.7 

21.6 ±3.3 



Quarters EE Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mg/cm') 

1 Porch-1-Ext. A Porch Trim-Upr Peeling Wood White POS 20.4 ±3.0 
1 Porch-1-Ext. B Porch Columns Poor Wood White POS 19.9 ±2.9 
1 Porch-1-Ext. B Porch Columns Poor Wood White POS 26.0 ±3.5 
1 Porch-1-Ext. B Screen-door Casing Intact Wood Green POS 24.1 ±3.3 
1 Porch-1-Ext. B Screen-door Casing Intact Wood Green POS 20.0 ±3.1 
1 Porch-1-Ext. B Screen-door Jamb Intact Wood Green POS 23.5 ±3.0 
1 Porch-1-Ext. B Screen-door Jamb Intact Wood Green POS 21.6 ±2.9 
1 Porch-1-Ext. B Porch Lattice Intact Wood Green POS 18.8 ±3.1 
1 Porch-1-Ext. B Porch Lattice Intact Wood Green POS 17.9 ±3.0 
1 Porch-1-Ext. B Porch Awning-3 Intact Metal White POS 2.2 ±O.5 
1 POrch-i-Ext. 8 Porch Awning-3 Intact tv1etal V.Jhite P~S 2.9 ±i.O 
1 Porch-1-Ext. C Porch Awning Intact Metal White POS 5.1 ±1.8 
1 Porch-1-Ext. C Porch Awning Intact Metal White POS 5.5 ±1.3 
1 Porch-2 A Porch-2 Columns Intact Wood White POS 14.4 ±2.7 
1 Porch-2 A Porch-2 Columns Intact Wood White POS 12.8 ±2.5 
1 Porch-2 A Porch Lattice Intact Wood White POS 4.9 ±1.3 
1 Porch-2 A Porch Lattice Intact Wood White POS 3.4 ±1.0 
1 Porch-2 A Door Casing Intact Wood White POS 182 ±2.9 
1 Porch-2 A Door Casing Intact Wood White POS 15.4 ±2.6 
1 Porch-2 A Door Jamb Intact Wood White POS 15.2 ±2.9 
1 Porch-2 A Door Jamb Intact Wood White POS 15.1 ±2.7 
1 Porch-2 A Porch-2 Ceiling Intact Wood White POS 9.3 ±2.2 
1 Porch-2 A Porch-2 Ceiling Intact Wood White POS 10.6 ±2.2 
1 Porch-2 B Door Threshold Intact Wood Grey POS 2.7 ±0.9 
1 Porch-2 B Door Threshold Intact Wood Grey POS 2.3 ±0.6 
1 Porch-2 B Door Door Intact Wood White POS 15.8 ±2.7 
i t-'orch-L ts uoor uoor intact Wood White t-'OS i2.r ±2.4 
1 Porch-2 B Door Mullion Intact Wood White POS 14.5 ±2.7 
1 Porch-2 B Door ~.,1uHion Intact VVccd '-AJhits POS 18.7 ±3.0 
1 Porch-2 B Door Casing Intact Wood White POS 15.7 ±2.7 
1 Porch-2 B Door Casing Intact Wood White POS 12.9 ±2.7 
1 Porch-2 B Door Jamb Intact Wood White POS 14.1 ±2.6 
1 Porch-2 B Door Jamb Intact Wood White POS 15.7 ±2.7 
1 Porch-2-Ext A Porch Columns Intact Wood White POS 21.4 ±3.0 
1 Porch-2-Ext A Porch Trim-Upr Intact Wood White POS 20.4 ±3.0 
1 Porch-2-Ext A Porch Trim-Upr Intact Wood White POS 23.6 ±3.3 
1 Porch-2-Ext. A Porch Trim-Lwr Intact Wood White POS 22.9 ±3.1 
1 Porch-2-Ext. A Porch Trim-Lwr Intact Wood White POS 21.8 ±3.3 
1 Porch-2-Ext. A Porch Lattice Intact Wood Green POS 20.3 ±2.9 
1 Porch-2-Ext. A Porch Lattice Intact Wood Green POS 19.8 ±3.2 
1 Room-1 A Window-1 Sash Intact Wood Beige POS 3.8 ±1.0 
1 Room-1 A Wlndow-1 Trough Poor Wood Beige POS 26.9 ±4.1 
1 Room-1 A Window-1 Trough Poor Wood Beige POS 23.0 ±3.9 
1 Room-1 A Window-2 Mullion Fair Wood Beige POS 1 7 ±O.3 
1 Roolll-1 B DOOi tv1ullion Intact 'l.Jood Beige P~S 1.5 .,.. . 

IU .... 

1 Room-1 B Wind/Door Boxing Intact Wood Beige POS 30 ±1.0 
1 Room-1 B Wind/Door Boxing Intact Wood Beige POS 22 ±O5 
1 Room-1 D Window-3 Sash Intact Wood Beige POS 3.5 ±0.9 
1 Room-1 D Window-3 Mullion Fair Wood Beige POS 2.4 ±0.7 
1 Room-3 B Wall Chair-rail Intact Wood Beige POS 1.4 ±0.4 
1 Room-3 B Wall Chair-rail Intact Wood Beige POS 1.4 ±O.4 
1 Room-3 C Window Sash Peeling Wood Beige POS 2.2 ±0.6 
1 Room-3 C Window Sash Peeling Wood Beige POS 2.4 ±0.7 
1 Room-3 C Window Mullion Peeling Wood Beige POS 4.2 ±1.2 
1 Room-3 C Window Mullion Peeling Wood Beige POS 38 ±O.8 
2 Bath-2 C Window Stool Fair Wood Beige POS 1.2 ±O.7 
2 Bath-2 C Window Casing Fair Wood Beige POS 1.0 ±0.5 
2 Bath-2 C Window Sash Fair Wood Beige POS 1.7 ±0.4 
2 Bath-2 C Window Sash Fair Wood Beige POS 1.4 ±0.4 
2 Bath-2 C Window Trough Poor Wood Beige POS 23.3 +3.9 
2 8aih-2 C Window Trough Poor Wood Beige t-'OS 23.0 +3.6 
2 Bath-2 C Window Mullion Fair Wood Beige POS 1.3 ±0.3 
2 Bath-2 C Window ~.~umon Fair '-A!ood C..o.i,...a. POS 1.4 .Ltl ., 

1 •• '''w;l~v ..LV.w 

2 Bath-3 D Window Sash Intact Wood Beige POS 1.6 +0.4 
2 Bath-3 D Window Sash Intact Wood Beige POS 3.3 ±1.1 , , , , , , , , 
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Quarters EE Positive Resuits ior Lead-Based Paint 
Fir Room Side· Stre Feat Cnd Sub Clr RES Combined 

(mgJcm2 

2 Bath-3 0 Window Trough Poor Wood Beige p~s 23.6 ±3.8 
2 Bath-3 0 Window Trough Poor Wood Beige P~S 24.7 ±4.2 
2 Bath-3 0 Window Mullion Fair Wood Beige P~S 1.4 ±0.3 
2 Bath-3 0 Window Mullion Fair Wood Beige P~S 1.3 ±0.3 
2 Hall-4 0 Window Sash Fair Wood Beige P~S 3.9 ±1.0 
2 Hall-4 0 Window Sash Fair Wood Beige P~S 4.5 ±1.4 
2 Hall-4 0 Window Mullion Fair Wood Beige P~S 2.5 ±0.8 
2 Hall-4 0 Window Mullion Fair Wood Beige P~S 1.0 ±0.3 
2 House-Ext C House Facia Intact Wood White P~S 25.6 ±3.4 
2 House-Ext C House Facia Intact Wood White P~S 23.9 ±3.5 
2 House-Ext 0 House Soffit Intact Wood White P~S 27.3 ±3.3 
2 House-Ext 0 House Soffit Intact Wood White P~S 19.3 ±3.1 
2 House-Ext 0 House Gutter Intact Metal White P~S 5.8 ±1.8 
2 Room-1 A Window-1 Sash Intact Wood Beige P~S 4.6 ±1.2 
2 Room-1 A Window-1 Mullion Intact Wood Beige P~S 1.5 ±0.3 
2 Room-1 0 Window-2 Sash Intact Wood Beige P~S 2.3 ±D.6 
2 Room-1 0 Window-2 Mullion Poor Wood Beige P~S 1.2 ±0.4 
2 Room-2 A Window-1 Mullion Intact Wood Beige P~S 2.8 ±D.8 
2 Room-2 B Window-3 Sash Poor Wood Beige P~S 2.9 ±0.9 
2 Room-2 B Window-2 Sash Intact Wood Beige P~S 2.2 ±0.6 
2 Room-2 B Window-2 Mullion Intact Wood Beige P~S 1.7 ±0.4 
2 Room-3 A Door-2 Casing Intact Wood Beige P~S 1.1 ±0.3 
2 Room-3 A Door-1 Casing Intact Wood Beige P~S 1.0 ±0.4 
2 Room-3 A Door-2 Jamb Intact Wood Beige P~S 1.2 ±0.3 
2 Room-3 B Window-1 Apron Intact Wood Beige P~S 1.1 ±0.4 
2 Room-3 B Window-2 Apron Intact Wood Beige P~S 1.4 ±0.4 
2 ROClm-3 B Window-2 Sash Fair Wood Beige P~S 4.6 ±1.4 
2 Room-3 B Window-2 Trough Poor Wood Beige P~S 19.5 ±3.4 
2 Room-3 B Window-2 Trough Poor Wood Beige P~S 10.5 ±2.7 
2 Room-3 B Window-1 Mullion Fair Wood Beige P~S 2.8 ±1.0 
2 Room-3 C Window-3 Sash Fair Wood Beige P~S 3.3 ±D.9 
2 Room-3 C Window-3 Mullion Fair Wood Beige P~S 2.0 ±0.5 
2 Room-3 0 Door-3 Door Intact Wood Beige P~S 1.2 ±0.5 
2 Room-3 0 Door-3 Door Intact Wood Beige P~S 1.2 ±0.5 
2 Room-3 0 Door-4 Casing Intact Wood Beige P~S 1.2 ±0.6 
2 Room-3 0 Door-3 Casing Intact Wood Beige P~S 1.5 ±0.5 
2 Stairwell A Stairs Wall Casing Intact Wood Beige P~S 1.4 ±0.4 
2 Stairwell C Stairs Wall Casing Intact Wood Beige P~S 1.4 ±O.S 
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Pamt Page I 
Quarters EE, Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 28 Date: 9113197 to 9125197 

Ranges (NEG<INC<POS): Device pes 

No Site XLNo IDs~1 f'lr Room Side Strc Feat Cnd Sub Clr PbL(mgfcm') RES PbK Combined 01 Date Note 

1 28 1 6 1 Shutter Cal-I Calibrate Calibrate 0.00 ± 0 00 0.0 ± 0.0 0.0 ± 0.0 0.0 9120197 

2 28 2 6 1 Calibrate-I Calibrate Calibrate 1.020100.13 POS 0.6± 0.5 1.0 ± 0.1 1.1 9112197 

3 28 3 6 1 Callbrate-2 Calibrate Calibrate 093 ± 0 21 NEG 0501004 09±02 2 I 91\2/97 

4 28 4 6 1 Room·3 A Wall Wall Intact Drywall Beige 002 ± 0 ID NEG -0.5 ± 0.6 0.0 ± 0.1 2.2 9/12/97 

5 28 5 6 1 Room-·3 B Wall Wall Intact Drywall Beige 0.01 ± 018 NEG 020100.4 00 ± 0.2 J.3 9/12/97 

6 28 6 6 1 Room-·3 C Wall-L\\T Wall Intact Drywall Beige 001±026 NEG -03 ± 0.6 00±03 1.0 9/12/97 

7 28 7 6 1 Room-·3 0 Wall-Lwr Wall Intact Drywall BeIge 001±0.29 NEG -0 I 01006 00 ± 0.3 1.1 9/12/97 

8 28 8 6 1 Room-·3 0 Wall Baseboard Intact Wood Beige 0.36 ± 0 43 NEG 0.3 ± 0.4 0.4 ± 0.4 77 9/12/97 

9 28 9 6 I Room-·3 C Wall Baseboard Intact Wood Beige 001 ± 0 23 NEG -020100.7 00 ± 0.2 13 9/12/97 

ID 28 10 6 I Room-·J C Wall ChaIr-rail intact Wood BeIge 002 ± 0 10 NEG -06 ± 07 OO± 0.1 38 9112/97 

11 28 11 6 1 Room-) B Wall Chair-rail Intact Wood Beige 1.39 ± 0.43 POS 1.4 ± 0.5 1.4 ± 0.4 4.4 9112197 

12 28 12 6 I Room-3 B Wall Chair-rail Intact Wood Beige 1.43 ± 0.44 POS 0.8 ± 0.4 1.4 ± 0.4 4.5 9112197 

J3 28 J3 6 I Room-·3 C Window Apron Intact Wood BeIge 0.270100.32 NEG 0.2 ± 0.4 0.3 ± 0.3 4.8 9112197 

14 28 14 6 1 Room-·J C Window Apron Intact Wood Beige 000 ± 0.10 NEG -03±0.7 0.0 ± 0.1 10 9f12/97 

IS 28 IS 6 1 Room··J C Window Stool Peeling Wood Beige O.lO±O ID NEG 04±0.4 01 ±O.I l.S 9/12/97 

16 28 16 6 1 Room··3 C Window Stool Peeling Wood Beige 006 ± 0 30 NEG 00 ± 0.7 01±03 3.9 9112/97 

17 28 17 6 1 Room··3 C Window Casing Peeling Wood Beige 031±0.37 NEG 0.6 ± 0.4 0.3 ± 0.4 5.6 9/12197 

18 28 18 6 1 Room··3 C Window Casing Peeling Wood Beige 0.37 ± 0 37 NEG 0.4 ± 0.4 0.4 ± 0.4 5.4 9112/97 

19 28 19 6 I Room·-3 C Window Sash Peeling Wood Beige 0.78 ± 0.82 POS 2.2± 0.6 2.2 ±0.6 8.4 9/12197 

20 28 20 6 1 Room··3 C Window Sash Peeling Wood Beige 0.44 ± 0 28 NEG 1.0 ± 0.4 0.4 ± 0.3 4.3 9112/97 

21 28 21 6 1 Room·3 C Window Sash Peeling Wood Beige 0.67 ± 0.46 POS 2.4 ± 0.7 2.4 ± 0.7 3.8 9112197 

22 28 22 6 1 Room··3 C Window Mullion Peeling Wood Beige 061 ± 0.18 INCOM 14 ± 0.4 14±04 36 9/12/97 

23 28 23 6 I Room··) C Window Mullion Peeling Wood Beige 1.22 ± 1.25 POS 4.2 ± 1.2 4.2 ± 1.2 9.0 91JZf97 

24 28 24 6 I Room··3 C Window Mullion Peeling Wood Beige 1.07 ± 0.81 POS 3.8 ± 0.8 3.8 ±0.8 10.0 9112197 

2S 28 25 6 I Room .. 3 B Door Door Intact Wood Beige 002 ± 0.29 NEG -06 ± 0 6 00 ± 0.3 1.4 9112/97 

26 28 26 6 1 Room··3 B Door Door Intact Wood Beige 001 ± 0 20 NEG -0.2 ± 0.7 0.0 ± 0 2 10 9/12/97 

27 28 27 6 1 Room··3 A Door Door Intact Wood Beige 004 ± 0 38 NEG 01±06 00±04 23 9112/97 

28 28 28 6 I Room .. 3 A Door Door Intact Wood Beige 006 ± 0 40 NEG 01 ± 0.5 0101004 2.4 9/12/97 

29 28 29 6 I Room .. 3 A Door Casing Intact Wood Beige 001±013 NEG -04 ± 0.7 00±01 10 9112197 

30 28 30 6 1 Room .. 3 B Door Casing Intact Wood Beige 0.01 ± 010 NEG 02±05 O.O±O I 10 9/12/97 

31 28 JI 6 1 Room .. 3 B Door Jamb Intact Wood Beige 0.01 ±O 10 NEG -0.1 ± 0.6 0.0 ± 01 10 9/12197 

32 28 32 6 1 Room .. 3 C Door Jamb Intact Wood Beige 0.04 ± 0.42 NEG 01 ± 06 0.0 ± 0.4 18 9112197 

33 28 33 6 I Room .. 3 C Closet Door Intact Wood Beige 0.02 ± 0.10 NEG 01 ± 0.7 0001001 1.0 9112/97 

34 28 34 6 I Room .. 3 C Closet Door Intact Wood Beige 0.01 ± 0.24 NEG -0.4 ± 0.6 00 ± 0.2 1.0 9112/97 

3S 28 35 6 I Room .. 3 C Closet Casing Intact Wood Beige 001 ± 0.33 NEG -0.10100.7 0.0 ± 0 3 10 9112/97 

36 28 36 6 I Room .. 3 C Closet Casing Intact Wood Beige 0.00 ± 014 NEG -03 ± 0.6 0.0 ± 0.1 10 9112/97 

37 28 37 6 I Room··3 C Closet Jamb Intact Wood Beige 0.01 ± 013 NEG -0 I ±06 0.0 ± 0.1 10 9112/97 

38 28 38 6 1 Room .. 3 C Closet Jamb Intact Wood Beige 0.01±010 NEG -01 ± 0.6 00 ± 0.1 1.0 9/12/97 

39 28 39 6 1 Room .. 3 C Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG 00±07 0.0 ± 0.1 1.0 9/12/97 

40 28 40 6 1 Room .. 3 0 Closet Baseboard Intact Wood Beige 001 ± 0.11 NEG 0.2 ± 0.5 O.O±O.I 1.0 9/12/97 

41 28 41 6 I Room .. 3 A Closet Shelf Intact Wood Beige 000±010 NEG -02±06 00±01 10 9/12/97 

42 28 42 6 1 Room .. 3 A Closet Shelf Intact Wood Beige 000±01O NEG 02±03 O.O± 0 I 1.0 91\2/97 

43 28 43 6 1 Room .. 3 A Closet Wall Intact Drywall Beige 0.09 ± 0.10 NEG 02±07 01 ±O.I 8.0 9112/97 

44 28 44 6 I Room .. 3 B Closet Wall Intact Drywall Beige o 16±0.1O NEG -06010 0 7 -06 ± 0.7 10.0 9112/97 

4S 28 4S 6 1 Room .. 3 B Wall Wall-Rgstr Intact Metal Beige OOO±O.IO NEG 01±09 00 ± 0.1 10 91\2/97 

46 28 46 6 I Room .. 3 B Wall Wall-Rgstr Intact Metal Beige 0.00 ± 0.10 NEG 0.0 ± 0.9 0.0 ± 0.1 10 9/12/97 

47 28 47 6 I Room .. 3 0 Wall Elec-condu. Intact Metal Beige 005 ± 0.20 NEG 02±05 0.1 ± 0 2 3.1 91\2/97 

48 28 48 6 I Room .. 3 0 Wall Elec-condu. Intact Metal Beige 001±016 NEG 0.3 ± 0.7 00±02 18 9112197 

49 28 49 6 1 Room .. 3 0 Bulkhead-dr Door Intact Wood Beige 0.00 ± 010 NEG -0.6 ± 0 6 O.O±O.I 10 9112/97 

50 28 50 6 1 Room .. 3 0 Bulkhead-dr Door Intact Wood Beige 0.41 ± 0 29 NEG 04±04 0.4 ± 0 3 45 9112/97 

51 28 51 6 I Room .. 3 0 Bulkhead-dr Casing Intact Wood Beige 032 ± 0 31 NEG 05 ± 04 03±03 47 9112/97 

52 28 52 6 1 Room .. 3 0 Bulkhead·dr Casing Intact Wood Beige 0.54 ± 0 39 NEG 06±03 05±04 74 9/12/97 

53 28 53 6 I Room· 3 0 Bulkhead-dr Jamb Intact Wood Beige 011 ± 0 24 NEG 04 ± 04 01 ± 0 2 56 9112/97 

54 28 54 6 I Room .. 3 0 Bulkhead-dr Jamb Intact Wood Beige 014±029 NEG 03±06 01±03 30 9/12/97 

55 28 55 6 1 AttIC B Door Jamb Intact Wood Green o 15± 0 10 NEG 0.2010 04 0.2 ± 0.1 12 9112/97 

56 28 56 6 1 AIIIC B Door Jamb Intact Wood Green 047±0.1I NEG 04±04 0.5 ± 0 I 1.4 9/12/97 

57 28 57 6 1 Attic B Door Door Intact Wood BeIge 0.00 ± 010 NEG -0.4 ± 0.6 00±01 1.6 9/12/97 

58 28 58 6 I Attic B Door Door Intact Wood Beige 0.00 ± 0.10 NEG -0.6010 0 7 0.0 ± 0.1 1.0 91\2/97 

59 28 59 6 1 Attic B Door Door Intact Wood Green 0.41 ±O 10 NEG 0.7 ± 0 4 04010 0.1 1.3 9/12/97 

60 28 60 6 I Attic B Door Door Intact Wood Green 052 ± 0 12 NEG 03±04 050100.1 I 5 9112/97 

61 28 61 6 I Hall-;! C Wall Wall Intact Drywall Beige OOH 010 NEG 02 ± 0.5 01 ±O I 69 9112/97 

62 28 62 6 I Hall-;! C Wall Wall Intact Drywall Beige 002 ± 010 NEG -06 ± 0.7 O.O±O.I 26 91\2/97 

63 28 63 6 I HallOo:! C Door Door Intact Wood BeIge 000±01O NEG -0.3 ± 0 7 O.O±O.I 12 9/12/97 

64 28 64 6 I Halloo:! C Door Door Intact Wood Beil!e 001 ±025 NEG -06 ± 0 6 0 .. 0 ± 0 3 10 '1/12/97 



lite: 28 Date: 9/13197 to 'JI25/97 Pamt Page 2 
unges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/em' ) RES PbK Combined DI Date Note 
66 28 66 6 I Hall-2 0 Door Door Intact Wood BeIge 011±041 NEG -1.2±07 0.1 ±0.4 4.4 9112/97 
67 28 67 6 I Hall-2 A Door Door Intact Wood Beige OOO±O 10 NEG -02 ± 0 6 O.O± 0.1 1.0 9112197 
68 28 68 6 I Hall-2 A Door Door Intact Wood BeIge 000±010 NEG -02 ± 0 6 O.O± 0.1 10 9/12/97 
69 28 69 6 I Hall-2 B Door Casmg Intact Wood Beige 001±029 NEG -0.5 ± 0 7 00 ± 0.3 II 9112197 
70 28 70 6 I Hall-2 A Door Casmg Intact Wood Beige 000 ± 0.13 NEG -0.6 ± 0 7 0.0 ± 0.1 1.0 9/12/97 
71 28 71 6 I Hall-2 C Door Jamb Intact Wood Beige 0.00 ± 010 NEG -02 ± 06 O.O±O.I 10 9/12/97 
72 28 72 6 I Hall-2 0 Door Jamb Intact Wood Beige 000±010 NEG -0 I ± 06 0.0 ± 0.1 10 9112197 
73 28 73 6 I lIall-2 C Wall Baseboard Intact Wood Beige 000 ± 0.12 NEG 0.3 ± 06 O.O± 0.1 10 9112/97 
74 28 74 6 I Hall-2 C Wall Baseboard Intact Wood Beige 0.04 ± 0.10 NEG 0.0 ± 06 O.O± 0.1 39 9/12/97 
75 28 75 6 I Hall-2 C Wall Elee-Panel Intact Metal Grey 001 ±O 10 NEG -0.2± I 0 0.0 ± 0.1 10 9/12/97 
76 28 76 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey 001 ±O.IO NEG -1.4 ± 1.0 O.O± 0.1 1.0 9/12/97 
77 28 77 6 I Hall-2 C Closet Door Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0 6 0.0 ± 0.1 1.0 9/12/97 
78 28 78 6 I Hall-2 C Closet Door Intact Wood Beige 0.00 ± 0.10 NEG -0.2 ± 0 6 0.0 ± 0.1 1.0 9112197 
79 28 79 6 I Hall-2 C Closet Casing Intact Wood Beige 0.06 ± 0.43 NEG 0.2 ± 0 6 0.1 ± 0.4 2.7 9112197 
80 28 80 6 I Hall-2 C Closet Casing Intact Wood Beige om ± 0.16 NEG -0.3 ± 0.7 0.0 ± 0.2 1.0 9112/97 
81 28 81 6 I Hall-2 C Closet Jamb Intact Wood Beige 0.01 ± 0.25 NEG 0.0 ± 0 6 0.0 ± 0.3 1.0 9/12/97 
82 28 82 6 I Hall-2 C Closet Jamb Intact Wood Beige 0.00 ± 0.20 NEG -0.7 ± 0.7 0.0 ± 0.2 1.0 9112/97 
83 28 83 6 I Hall-2 A Closet-Upr Shelf Intact Wood Beige 0.00 ± 0.15 NEG -0.6 ± 0.7 00±02 1.0 9/12/97 
84 28 84 6 I Hall-2 A Closet-Lwr Shelf Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0.5 O.O±O.I 1.0 9/12/97 
85 28 85 6 I Hall-2 A Closet Elec-Panel Intact Metal Grey 0.00 ± 0.10 NEG 0.2 ± 0.9 OO±O.I 1.0 9112197 
86 28 86 6 I Hall-2 A Closet Elec-Panel Intact Metal Grey 0.01 ± 0.10 NEG -0.5 ± 1.0 O.O±O.I 1.0 9112197 
87 28 87 6 I Hall-2 A Closet Wall Intact Drywall Beige om ± 0.27 NEG 0.1 ±0.6 00 ± 0.3 1.2 9/12/97 
88 28 88 6 I Hall-2 0 Closet Wall Intact Drywall Beige OOO±O.IO NEG -0.3 ± 0.6 00±01 1.0 9/12/97 
89 28 89 6 I Bath-I 0 Wall Wall Intact Drywall Beige 0.02 ± 0 23 NEG -0.4 ± 0.7 00±02 12 9/12/97 
90 28 90 6 I Bath-I C Wall Wall Intact Drywall Beige 0.01 ± 0 24 NEG -0.1 ± 06 0.0 ± 0.2 1.0 9/12/97 
91 28 91 6 I Bath-I A Window Stool Peeling Wood Beige 002 ± 0.36 NEG -0.1 ± 0.7 00±04 13 9112197 
92 28 92 6 I Bath-I A Wmdow Stool Peeling Wood Beige 0.15 ± 0.33 NEG 0.3 ± 0 5 02 ± 0.3 59 9/12/97 
93 28 93 6 I Bath-I A Window Casing Peeling Wood Beige 0.22 ± 0.10 NEG 0.1 ± 0.7 0.1 ±07 10.0 9112197 
94 28 94 6 I Bath-I A Window Casmg Peeling Wood Beige 007 ± 0.44 NEG -03 ± 0.8 01±04 29 9112/97 
95 28 95 6 1 Bath-l A Window Sash Peeling Wood Beige 0.32 ± 0.78 POS 3.5 ± 1.0 3.5 ± 1.0 5.6 9/12197 
96 28 96 6 I Bath-I A Window Sash Peeling Wood Beige 0.39 ± 0.51 NEG 1.0±04 0.4 ± 0.5 68 9112197 
97 28 97 6 1 Bath-l A Window Sash Peeling Wood Beige 0.56 ± 0.56 POS 2.1 ±0.6 2.1 ± 0.6 8.6 9/12197 
98 28 98 6 1 Bath-l A Window Mullion Peeling Wood Beige 0.44 ±0.78 POS 2.8 ± 0.9 2.8 ± 0.9 5.6 9/12197 
99 28 99 6 1 Bath-l A Window Mullion Peeling Wood Beige 0.34 ± 0.42 POS 2.7 ± 0.8 2.7 ± 0.8 4.1 9/12197 
100 28 100 6 I Bath-I C Door Door Intact Wood Beige om ± 0.27 NEG -0.3 ± 0 6 0.0 ± 0.3 1.0 9112197 
101 28 101 6 I Bath-I C Door Door Intact Wood Beige 0.01 ± 0.24 NEG -0.3 ± 0 6 0.0 ± 0.2 1.0 9/12/97 
102 28 102 6 I Bath-I C Door Casing Intact Wood Beige 014±0.1O NEG 0.1 ±0.6 01±06 100 9/12/97 
103 28 103 6 I Bath-I C Door Casing Intact Wood Beige 0.01 ± 0.10 NEG 0.3 ± 0.4 00±01 1.0 9/12197 
104 28 104 6 I Bath-I C Door Jamb Intact Wood Beige om ± 0.25 NEG 0.1 ± 06 0.0 ± 0.3 10 9112197 
105 28 \05 6 I Bath-I C Door Jamb Intact Wood Beige O.OO±O.IO NEG -0.1 ± 06 O.O±O.I 10 9/12/97 
106 28 106 6 I Bath-I 0 Cabinet-Lwr Door-Out Intact Wood Beige 0.01 ± 0.24 NEG -07 ± 0 8 0.0 ± 0 2 10 9/12/97 
107 28 107 6 I Bath-I 0 Cabinet-Lwr Door-Out Intact Wood Beige 000±O.l7 NEG -0.5 ± 0 7 0.0 ± 0.2 1.0 9112197 
108 28 108 6 I Bath-I 0 Cabinet-Lwr Cabinet-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.9 ± 0.7 OO±O.I 1.0 9/12/97 
\09 28 109 6 I Bath-I 0 Cabinet-Lwr Cabinet-Out Intact Wood Beige 0.00 ± 0.15 NEG -0 8± 0.7 0.0 ± 0 2 10 9/12197 
110 28 110 6 I Bath-I 0 Cabinet-Lwr Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 0.7 O.O±O.I 10 9112197 
III 28 III 6 I Bath-I 0 Cabinet-Lwr Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG -0.7 ± 0.8 O.O±O.I 1.0 9/12/97 
112 28 112 6 I Bath-I 0 Cabinet-Lwr Inside Intact Wood Beige OOO±O.IO NEG -0.4 ± 0.6 O.O±O.I 1.0 9/12/97 
113 28 113 6 I Bath-I 0 Cabinet-Lwr Inside Intact Wood Beige 0.01 ± 0.24 NEG 0.1 ± 06 0.0 ± 0.2 10 9/12/97 
114 28 114 6 I Bath-I C Wall Wall-Rgstr Intact Metal Beige 0.12 ± 0.19 NEG 0.3 ± 0.8 0.1 ±0.2 2.4 9/12/97 
liS 28 liS 6 I Bath· I C Wall Wall-Rgstr Intact Metal Beige 0.08 ± 0.10 INCOM 1.0 ± 0.5 1.0 ± 0.5 1.5 9/12/97 
116 28 116 6 I Bath-I C Wall Wall-Rgstr Intact Metal Beige 0.24 ± 0.39 INCOM 0.4 ± 0.8 02 ± 0.4 40 9112197 
117 28 117 6 I Bath-I C Wall Wall-Rgstr Intact Metal Beige 0.04 ± 0.25 NEG 0.0 ± 0.7 0.0 ± 0 3 32 9112/97 
118 28 118 6 I Hall·3 0 Wall Wall Intact Drywall Beige 0.16 ± 0.30 NEG -0.3 ± 0 7 0.2 ± 0 3 7.1 9112/97 
119 28 119 6 I Hall-3 B Wall Wall Intact Drywall Beige 012±010 NEG -0.1 ± 0 7 -0.1 ± 0 7 10.0 9112197 
120 28 120 6 1 Hall-3 D Door Door Intact Wood Beige 1.02 ± 0.50 POS 1.6 ± 0.4 1.0 ± 0.5 6.1 9/12197 
121 28 121 6 I Hall-3 0 Door Door Intact Wood Beige 089 ± 0.48 NEG 12 ± 0.5 0.9 ± 0 5 6 I 9112/97 
122 28 122 6 1 lIall-3 D Door Door - Intact Wood Beige 0.93 ± 0.29 POS 1.4 ± 0.3 1.4 ± 0.3 5.4 9/12197 
123 28 123 6 I Ilall-3 0 Door MullIon Intact Wood BeIge 079 ± 0.28 NEG 09±05 08±03 36 9/12/97 
124 28 124 6 I Hall-3 D Door MullIon Intact Wood Beige 039±019 NEG II ± 0 4 04±02 33 9/12/97 
125 28 125 6 I Hall-3 B Door Door Intact Wood Beige 060 ± 0.35 NEG 04±04 0.6 ± 0.4 5.1 9/12/97 
126 28 126 6 I Hall-3 B Door Door Intact Wood Beige 0.48 ± 0.29 NEG 0.2 ± 0.4 05±03 43 9/12197 
127 28 127 6 I Hall-3 A Door Casing Intact Wood Beige 055 ± 0 20 NEG 10 ± 0.4 0.6 ± 0 2 36 9/12/97 
128 28 128 6 I Hall-3 0 Door Casing Intact Wood Beige 074 ± 0 30 NEG 1.0 ± 0 4 07±03 39 9112/97 
129 28 129 6 I Hall-3 A Door Jamb Intact Wood Beige 048 ± 0.32 NEG 03 ± 0.4 0.5 ± 0 3 49 9/12/97 
130 28 130 6 I Hall-3 B Door Jamb Intact Wood Beige 0.52 ± 0.22 NEG 01±04 0.5 ± 0 2 32 9/12/97 
131 28 131 6 I Hall-3 B Wall Baseboard Intact Wood Beige 001±025 NEG -02 ± 0 6 00±03 1.0 9112/97 
132 28 132 6 I Hall-3 B Wall Baseboard Intact Wood Beige 000±01O NEG -03 ± 0 7 o O± 0.1 I 5 9112/97 
133 28 133 6 I Hall-3 C CeIlIng Beam Intact Drywall Beige 009±0 10 NEG -0 I ± 0 7 -0 I ± 0 7 10.0 9112/97 

618 
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No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 

134 28 134 6 II Hall-3. C Cellmg Beam Intact Drywall Beige 0.18±0 10 NEG -0.5 ± 0 8 -0.5 ± 0.8 100 9112/97 

135 28 135 6 II Furnace-:Rm C Door Door Intact Wood Beige OJ3 ± 0 II NEG 0.6 ± 0.4 03±01 18 9/12/97 

136 28 136 6 II Fumace-:Rm C Door Door Intact Wood Beige 0.39 ± 0 12 NEG 0.4 ± 0 4 04±01 18 9112/97 

137 28 137 6 11 Furnace-Rm 0 Door Casing Intact Wood Beige 0.01 ± 0.10 NEG -05 ± 0 7 00±01 1.3 9/12/97 

138 28 138 6 I Furnace-.Rm 0 Door Casing Intact Wood Beige OOO± 0.10 NEG -05 ± 0.6 O.O± 0.1 1.0 9112/97 

139 28 139 6 I Furnace-Rm 0 Door Jamb Intact Wood Reige 023 ± 018 NEG 0.2 ± 0 7 0.2 ± 0.2 16 9/12/97 
140 28 140 6 Furnace-:Rm 0 Door Jamb Intact Wood Beige 044±0.14 NEG 03 ± 0.4 04±0.1 21 9/12/97 
141 28 141 6 Porcb-2 A Porch-2 Columns Intact Wood White »5.0± 1.00 POS 14.4 ± 2.7 14.4 ± 2.7 7.1 9/12197 
142 28 142 6 Porch-2 A Porch-2 Columns Intact Wood Wbite »5.0± 1.00 POS 12.8 ± 2.5 12.8 ± 2.5 6.1 9/12197 

143 28 143 6 Porch-2 B Wall Shingle Intact Masonite White 0.10 ± 0.28 NEG -0.1 ± 0.8 0.1 ± OJ 5.8 9/12/97 

144 28 144 6 Porch-2 0 Wall Shingle Intact Masonite White 0.14 ± 0.23 NEG 0.2 ± 0.5 0.1 ± 0.2 7.0 9/12/97 
145 28 145 6 Porch-2 C Wall Shingle Intact Masonite White 002 ± 0.26 NEG -0.1 ± 0.7 00±03 1.8 9112/97 

146 28 146 6 11 Porch-2 C Wall Shingle Intact Masonite White 003±0.10 NEG 0.0 ± 0 7 00±01 56 9/12/97 
147 28 147 6 'I Porch-2 A Wall Wall Intact Wood White 0.01 ± 0.16 NEG 0.5 ± 0 4 o.o± 0.2 1.1 9/12/97 

148 28 148 6 I Porch-2 A Wall Wall Intact Wood White 000 ± 0.10 NEG 00 ± 0.5 O.O± 0.1 1.0 9/12/97 
149 28 149 6 11 Porch-2 A Porch Lattice Intact Wood White 0.24 ± 0.74 POS 4.9 ± 1.3 4.9 ± 1.3 4.9 9/12197 
150 28 150 6 II Porch-2 A Porch Lattice Intact Wood White 0.07 ±0.53 POS 3.4 ± 1.0 3.4 ± 1.0 2.2 9/12197 
151 28 151 6 II Porch-2 A Door Casing Intact Wood White »5.0 ± 1.00 POS 18.2 ± 2.9 18.2 ± 2_9 4.3 9/12197 

152 28 IS2 6 11 Porch-2 A Door Casing Intact Wood White »5.0± 1.00 POS 15.4 ± 2.6 15.4 ± 2.6 3_9 9/12197 

153 28 IS3 6 11 Porch-2 A Door Jamb Intact Wood White »5.0± 1.00 POS 15.2 ± 2.9 15.2 ± 2.9 8.2 9/12197 

154 28 154 6 II Porch-2 A Door Jamb Intact Wood White 0.01±0.10 NEG 0.5 ± 0.4 00±0.1 1.0 9112/97 

155 28 155 6 II Porch-2 A Door Jamb Intact Wood White »5.0± 1.00 POS 15.1 ± 2_7 IS.1±2.7 6.2 9112197 

156 28 156 6 11 Porch-2 A Porch Floor Intact Wood Grey 0.19 ± 0.18 NEG -0.3 ± 0.7 0.2 ±o 2 1.8 9/12/97 

157 28 157 6 II Porch-2 A Porch Floor Intact Wood Grey 0.12 ± 0.17 NEG -0.1 ± 0.6 0.1 ± 0.2 1.4 9/12/97 

IS8 28 IS8 6 II Porcb-2 B Door Threshold Intact Wood Grey 1.95± 0.73 POS 2.7 ± 0.9 2.7 ± 0.9 3.0 9/12197 

159 28 159 6 11 Porch-2 B Door Threshold Intact Wood Grey 058±0.14 NEG 0.7 ± 0 4 0.6±0.1 1.7 9/12/97 

160 28 160 6 II Porch-2 B Door Tbreshold Intact Wood Grey 1.28 ± 0.33 POS 2.3 ±0.6 2_3 ± 0_6 2.4 9/12197 

161 28 161 6 11 Porch-2 B Door Door Intact Wood White »5.0± 1.00 POS 15.8 ± 2.7 IS.8 ± 2.7 7.3 9/11197 

162 28 162 6 II Porcb-2 B Door Door Intact Wood White »5.0± 1.00 POS 12_7 ± 2.4 12_7 ± 2.4 4_5 9/12197 

163 28 163 6 II Porch-2 B Door Mullion Intact Wood White »5.0± 1.00 POS 14.S ± 2.7 14_S ± 2_7 3.0 9/12197 

164 28 164 6 II Porch-2 B Door Mullion Intact Wood White »5.0± 1.00 POS 18.7 ± 3.0 18.7 ± 3.0 3_9 9/12197 

165 28 165 6 II Porch-2 B Door Casing Intact Wood White »5.0± 1.00 POS 15_7 ± 2.7 15_7 ± 2_7 6.0 9/12197 

166 28 166 6 II Porch-2 B Door Casing Intact Wood White »5.0± 1.00 POS 12.9 ± 2.7 12.9 ± 2.7 4.S 9/12197 

167 28 167 6 II Porch-2 B Door Jamb Intact Wood Wbite »S.O± 1.00 POS 14.1 ± 2.6 14.1 ± 2.6 5.2 9/12197 

168 28 168 6 II Porch-2 B Door Jamb Intact Wood White »5.0± 1.00 POS 15.7 ± 2.7 15.7±2.7 3.7 9/12197 

169 28 169 6 II Porch-2 C Door Jamb Intact Wood White 0.00 ± 010 NEG 00±06 O.O± 0.1 1.0 9/12/97 

170 28 170 6 II Porch-2 C Door Jamb Intact Wood White 000±0.10 NEG -0.5 ± 0.7 00±01 10 9/12/97 

171 28 171 6 II Porch-2 C Door Casing Intact Wood White om ± 0.10 NEG 0.1 ± 0.6 o.o± 0.1 2.7 9/12/97 

172 28 172 6 II Porch-2 C Door Casing Intact Wood White 0.00 ± 0.10 NEG -0.2 ± 0.6 O.O±O.I 1.0 9/12/97 

173 28 173 6 11 Porch-2 C Door Door Intact Wood White om ± 0.10 NEG -0.7 ± 0.6 O.O±O.I 1.0 9/12/97 
174 28 174 6 11 Porch-2 C Door Door Intact Wood White 000±01O NEG -0.1 ± 0.5 00±01 1.0 9112/97 

175 28 175 6 11 Porch-2 A Closet Door Intact Wood Beige 0.01 ± 0.30 NEG -0.4 ± 0 7 0.0 ± 0.3 1.0 9/12/97 

176 28 176 6 II Porch-2 A Closet Door Intact Wood Beige 0.02 ± 0.15 NEG -0.4 ± 0.6 O.O± 0.2 1.0 9/12/97 

177 28 177 6 11 Porch-2 A Closet Casmg Intact Wood Beige 0.00 ± 0.12 NEG 0.1 ± 0.6 00±01 1.0 9/12/97 

178 28 178 6 11 Porch-2 A Closet Casing Intact Wood Beige 0.00±0.10 NEG -0.4 ± 0.7 O.O±O.I 10 9112/97 

179 28 179 6 11 Porch-2 A Closet Jamb Intact Wood Beige 000 ± 0.10 NEG -02±07 O.O±O.I 1.0 9112/97 

180 28 180 6 11 Porch-2 A Closet Jamb Intact Wood Beige 000±0.10 NEG -0.3 ± 0.6 O.O± 0.1 1.0 9/12/97 

181 28 181 6 11 Porch-2 C Closet Baseboard Intact Wood Beige 009±0.10 NEG 0.3 ± 0 6 0.3 ± 0.6 10.0 9112/97 

182 28 182 6 II Porch-2 C Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0.6 O.O±O I 1.0 9112/97 

183 28 183 6 II Porch-2 C Closet Wall Intact Drywall Beige O.OO±O 16 NEG 0.0 ± 0.7 00 ± 0.2 1.0 9112/97 

184 28 184 6 11 Porch-2 B Closet Wall Intact Drywall Beige 01l±010 NEG -05 ± 0 7 -05 ± 0 7 10.0 9/12/97 

185 28 185 6 II Kitchen B Wall Wall Intact Drywall Beige 0.01±01O NEG 0.1 ± 06 O.O± 0.1 1.0 9112/97 

186 28 186 6 11 Kitchen C Wall Wall Intact Drywall Beige 001±01O NEG 0.0 ± 0.7 0.0 ± 0.1 1.0 9/12/97 

187 28 187 6 II Kitchen C Cabinet-Upr Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG 0.0 ± 0.5 0.0 ± 0.1 1.0 9112/97 

188 28 188 6 11 Kitchen C Cabinet-Lwr Door-Out Intact Wood Varnish O.OO±O.IO NEG -0.6 ± 0.6 0.0±0.1 1.0 9/12/97 

189 28 189 6 II Kitchen B Cabinet-Lwr Door-Out Intact Wood Varnish O.OO± 010 NEG 0.0 ± 0.7 0.0 ± 0 I 1.0 9112197 

190 28 190 6 II Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG 0.0 ± 0.7 O.O±O I 1.0 9112197 

191 28 191 6 11 Kitchen B Cabinet-Upr Door-Ins Intact Wood Varnish OOO±O.lO NEG 01 ±0.6 O.O±O.I 1.5 9/12/97 

192 28 192 6 11 Kitchen C Cabinet-Upr Door-Ins Intact Wood Varnish 0.00 ± 0.10 NEG -05 ± 0.6 0.0 ± 0.1 1.0 9/12/97 

193 28 193 6 11 Kitchen B Wall Splashboard Intact NonWood White 0.01 ± 0.10 NEG -02 ± 0.6 0.0±0.1 3.2 9/12/97 

194 28 194 6 11 Kitchen B Wall Splashboard Intact NonWood White 0.01 ± 0.20 NEG -0.3 ± 0.7 00±02 1.0 9/12/97 

195 28 195 6 11 Kitchen B Wall Rangehood Intact Metal Beige 0.00 ± 0.10 NEG 0.4 ± 0.8 O.O±O 1 1.0 9/12/97 

196 28 196 6 I' Kitchen B Wall Rangehood Intact Metal Beige om ± 010 NEG -05 ± 0 8 O.O± 0.1 2.3 9/12/97 
197 28 197 6 1 Kitchen B Ceiling Lt.-Fixture Intact Metal Beige 000 ± 0.10 NEG -0.1 ± 0.8 00 ± 0.1 1.0 9/12/97 
198 28 198 6 11 Kitchen B Ceiling Lt -Fixture Intact Metal Beige 001±0.16 NEG -09 ± 0 9 00±02 1.3 9/12/97 
199 28 199 6 1 Kitchen A Wall Wall-Rgstr Intact Metal Beige 0.00 ± 0.\0 NEG 0.2 ± 0 7 OO± 0.1 1.0 9/12/97 
700 28 JOO (, J( itrhPl1'\ A W."II 1l1.,,11_'D..,.C"tr I ... t ........ ~A.,. ...... I 0 .... : ....... {\n"'..J...flll\ 
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202 28 202 6 I KItchen C Wmdow Apron Intact Wood Beige 0.17 ± 0 30 NEG 04±05 0.2 ± 0.3 43 9/12/97 
203 28 203 6 I KItchen C Window Stool Peeling Wood Beige 023 ± 041 NEG 08±04 02±04 63 9/12/97 
204 28 204 6 I KItchen C Window Stool Peeling Wood Beige 058 ± 0 38 NEG 03±03 03±03 100 9/12/97 
205 28 205 6 I Kitchen C Window Casing Peeling Wood Beige 1.36 ± 0.92 POS 1.8 ± 0.5 1.8 ± 0.5 10.0 9/12197 
206 28 206 6 I Kitchen C Window Casing Peeling Wood Beige 1.54 ± 1.06 POS 2.1 ± 0.5 2.1 ± 0.5 10.0 9/12/97 
207 28 207 6 I Kitcben C Window Sash Peeling Wood Beige 0.89 ± 0.79 POS 3.0 ± 0.9 3.0± 0.9 5.0 9/12197 
208 28 208 6 I Kitcben C Window Sash Peeling Wood Beige 0.87 ± 1.45 POS 5.8 ± 1.7 5.8 ± 1.7 4.1 9112197 
209 28 209 6 I Kitcben C Window Mullion Peeling Wood Beige 2.60 ± 3.50 POS 6.9±2.0 6.9 ± 2.0 7.1 9112197 
210 28 210 6 I Kltchen C Window Mullion Peeling Wood Beige 0.49 ± 0.49 POS 3.9 ± 1.2 3.9 ± 1.2 3.0 9112197 
211 28 211 6 I Kitchen B Door Door Intact Wood Beige 0.51 ±0.19 NEG 0.8 ± 0.4 0.5 ± 0.2 28 9/12/97 
212 28 212 6 I Kitchen B Door Door Intact Wood Beige 0.99 ± 0.40 NEG 0.8 ± 0.4 1.0 ± 0.4 4.9 9/12/97 
213 28 213 6 I Kitchen A Door Door Intact Wood Beige 0.02 ± 0.10 NEG 0.2 ± 0.5 O.O±O.I 2.6 9/12/97 
214 28 214 6 I Kitchen A Door Door Intact Wood Beige 002 ± 0 24 NEG -0.3 ± 05 0.0 ± 0.2 2.2 9/12/97 
215 28 215 6 I Kitchen A Door Casmg Intact Wood Beige OOO±O.IO NEG 0.1 ±06 0.0 ± 0.1 1.0 9/12/97 
216 28 216 6 I Kitchen 0 Door Casing Intact Wood Beige O.OO± 0.10 NEG 0.0 ± 0.5 00±01 10 9/12/97 
217 28 217 6 I Kitchen B Door Jamb Intact Wood Beige 050 ± 0.28 NEG 0.2 ± 04 05 ± 0.3 4.0 9112/97 
218 28 218 6 I Kitchen A Door Jamb Intact Wood Beige 0.00 ± 0.17 NEG 0.3 ± 0.6 0.0 ± 0.2 10 9/12/97 
219 28 219 6 I Kitchen A Closet Door Intact Wood Beige 0.02 ± 0.10 NEG 02 ± 0.6 O.O±O.I 2.0 9/12/97 
220 28 220 6 I Kitchen A Closet Door Intact Wood Beige 0.00 ± 0.10 NEG -0.4 ± 0.7 00±01 10 9/12/97 
221 28 221 6 I Kitchen A Closet Casing Intact Wood Beige 0.01 ± 0.21 NEG 0.0 ± 0.6 00 ± 0.2 1.0 9/12/97 
222 28 222 6 I Kitchen A Closet Casing Intact Wood Beige 003±0.10 NEG -0 I ±0.6 O.O± 0 I 59 9/\2/97 
223 28 223 6 I Kitchen A Closet Jamb Intact Wood Beige OOO±O 10 NEG 0.3 ± 0.6 00±01 1.0 9/12/97 
224 28 224 6 I Kitchen A Closet Jamb Intact Wood BeIge OOO±O 10 NEG 0.0 ± 0.6 0.0 ± 0.1 10 9/12/97 
225 28 225 6 I Kitchen A Closet Shelf Intact Wood Beige 0.00 ± 0.20 NEG 0.3 ± 0 6 00 ± 0.2 10 9112/97 
226 28 226 6 I Kitchen A Closet Shelf Intact Wood Beige OOO±O.IO NEG 01 ±0.5 O.O±O.I 10 9/12/97 
227 28 227 6 I Kitchen A Closet Wall Intact Wood Beige OOO± 0 10 NEG 02 ± 0.6 O.O± 0 I 10 9/12/97 
228 28 228 6 I Kitchen A Closet Wall Intact Wood Beige 000 ± 0.12 NEG -03 ± 0 6 0.0 ± 0.1 1.0 9112/97 
229 28 229 6 I Kitchen A Closet Wall Intact Drywall Beige 001 ± 0.25 NEG -03 ± 0 7 0.0 ± 0.3 12 9/12/97 
230 28 230 6 I Kitchen A Closet Wall Intact Drywall Beige O.OH 0.10 NEG -02 ± 0.6 0.1 ± 0.1 6.2 9/12/97 
231 28 231 6 I Kitchen A Closet Vent-duct Intact Metal Beige 0.14 ± 0.22 NEG 02 ± 0.8 0.1 ± 0.2 7.9 9112/97 
232 28 232 6 I Kitchen A Closet Vent-duct Intact Metal Beige O.II±O.lO NEG -0.1 ±0.8 -0.1 ±0.8 100 9112/97 
233 28 233 6 I Porch-I A Porch-l Columns Intact Wood White »5.0 ± 1.00 POS 17.4±2.7 17.4 ± 2.7 3.6 9/12197 
234 28 234 6 I Porch· I B Porch-I Columns Intact Wood White om ± 0.10 NEG -0.2 ± 0.7 O.O± 0.1 1.0 9/12/97 
235 28 235 6 1 Porch-l B Porch-l Columns Intact Wood White »5.0± 1.00 POS 20.4 ±3.3 20.4±3.3 4.9 9112197 
236 28 236 6 1 Porch-l B Porch-l Columns Intact Wood White »5.0± 1.00 POS 19.7 ±3.0 19.7 ± 3.0 3.7 9/12/97 
237 28 237 6 1 Porch-l C Porch-l Columns Intact Wood White »5.0± 1.00 POS 19.7 ± 3.1 19.7 ± 3.1 4.5 9/12197 
238 28 238 6 I Porch-I A Porch-I Lattice Intact Wood White 0.00 ± 0.11 NEG 0.2 ± 0.5 O.O± 0.1 1.0 9/12/97 
239 28 239 6 I Porch-I B Porch-I Lattice Intact Wood White OOI±O.lO NEG -0.5 ± 0.6 o.o± 0.1 1.0 9112/97 
240 28 240 6 I Porch-I 0 Wall Shingle Intact Masonite White 003 ± 0.19 NEG -04 ± 0.8 O.O± 0 2 13 9/12/97 
241 28 241 6 I Porch-I 0 Wall Shingle Intact Masonite White 002 ± 0.24 NEG -0.4 ± 0 8 00 ± 0.2 1.3 9/12/97 
242 28 242 6 I Porch-I C Wall-Lwr Wall Intact Wood White OOO±O.IO NEG 0.2 ± 0 4 O.O± 0 I 10 9/12/97 
243 28 243 6 I Porch-I B Wall-Lwr Wall Intact Wood White OOO±O.IO NEG -06 ± 0 7 O.O± 0 I 10 9/12/97 
244 28 244 6 I Porch-I B Door Door Intact Wood Wh,te 0.00 ± 0.10 NEG -0.2 ± 0.7 OO± 0.1 1.0 9/12/97 
245 28 245 6 I Porch-I B Door Door Intact Wood Wh,te OOO±O 10 NEG -0.2 ± 0.7 OO±O.I 10 9/12/97 
246 28 246 6 1 Porch-l B Door Casing Intact Wood White »5.0± 1.00 POS 18.7 ± 2.9 18.7 ± 2.9 3.1 9/12197 
247 28 247 6 I Porch-l B Door Casing Intact Wood White »5.0± 1.00 POS 21.3 ± 3.2 21.3 ± 3.2 3.0 9112197 
248 28 248 6 I Porch-l B Door Jamb Intact Wood White »5.0± 1.00 POS 21.7 ± 3.1 21.7 ± 3.1 3.8 9/12197 
249 28 249 6 I Porch-l B Door Jamb Intact Wood Wbite »5.0± 1.00 POS 17.4±3.1 17.4±3.1 4.5 9/12197 
250 28 250 6 I Porcb-l 0 Door-I Door Intact Wood White »5.0± 1.00 POS 11.7 ± 2.6 11.7±2.6 3.4 9/12197 
251 28 251 6 1 Porch-l 0 Door-3 Door Intact Wood White »5.0± 1.00 POS 16.5 ± 2.5 16.5 ± 2.5 4.1 9/12197 
252 28 252 6 1 Porch-l 0 Door-2 Door Intact Wood White »5.0± 1.00 POS 15.2 ± 2.6 15.2 ± 2.6 5.2 9/12197 
253 28 253 6 1 Porch-I 0 Door-2 Door Intact Wood White »5.0± 1.00 POS 14.1 ± 2.6 14.1 ± 2.6 3.2 9/12197 
254 28 254 6 I Porch-l D Door-2 Mullion Intact Wood White »5.0± 1.00 POS 13.6 ± 2.6 13.6±2.6 4.8 9/12197 
255 28 255 6 I Porch-l D Window-3 Mullion Intact Wood White »5.0± 1.00 POS 16.1 ± 2.8 16.1 ± 2.8 3.8 9/12197 
256 28 256 6 I Porch-I D Door-3 Casing Intact Wood White »5.0± 1.00 POS 13.5 ± 2.8 13.5±2.8 3.1 9112197 
257 28 257 6 1 Porch-l D Door-2 Casing Intact Wood White »5.0± 1.00 POS 12.7 ± 2.5 12.7 ± 2.5 3.2 9/12197 
258 28 258 6 1 Porch-I D Door-2 Jamb Intact Wood White »5.0± 1.00 POS 14.2 ± 2.7 14.2 ± 2.7 3.3 9/12197 
259 28 259 6 1 Porch-l D Door-I Jamh Intact Wood White »5.0± 1.00 POS 13.8 ± 2.6 13.8 ± 2.6 2.9 9/12197 
260 28 260 6 I Porcb-I D Door-I Threshold Intact Wood Green 1.11 ± 0.22 POS 1.4 ± 0.5 1.1 ± 0.2 2.0 9/12197 
261 28 261 6 I Porcb-I D Door-2 Threshold Intact Wood Green 0.96 ± 0.30 POS 2.3 ±0.7 2.3 ± 0.7 1.9 9/12/97 
262 28 262 6 I Porcb-l B Wall Elec-condu. Intact Metal White 3.36 ± 2.73 POS 7.3 ± 2.1 7.3 ± 2.1 3.0 9/12197 
263 28 263 6 1 Porch-I B Wall Elec-condu. Intact Metal White 2.40 ± 1.04 POS 4.9 ± 1.6 4.9 ± 1.6 3.0 9/12197 
264 28 264 6 1 Porch-l B Porch Trim-Upr Intact Wood White »5.0 ± 1.00 POS 22.6 ± 3.1 22.6 ± 3.1 4.0 9/12/97 
265 28 265 6 I Porch-l B Porch Trim-Upr Intact Wood White »5.0 ± 1.00 POS 18.3 ±3.0 18.3 ± 3.0 3.3 9/12197 
266 28 266 6 I Calibrate-I Calibrate Calibrate 0.98 ± 013 NEG 0.4 ± 0 4 1.0 ± 0.1 1.0 9/12/97 
267 28 267 6 1 Calibrate-2 Calibrate Calibrate 1.33 ± 0.30 POS 0.4±0.5 1.3 ± 0.3 2.7 9/12/97 
268 28 268 6 1 Calibrate-3 Calibrate Calibrate 1.07 ± 0.24 POS 0.1 ± 0.5 1.1 ± 0.2 2.3 9112197 
269 28 269 6 I Room-I A CeIlIng Ceiling Intact Drywall BeIge 0.04 ± 0 29 NEG -0.2 ± 0 7 OO±03 1.8 9112/97 

620 
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270 28 270 6 I Room-I A Ceilmg Ceiling Intact Drywall Beige 0.07 ± 0 37 NEG -0.1 ± 0 7 01±04 2.5 9112/97 

271 28 271 6 I Room-I A Ceiling Cro1l'1Il-mold Intact Wood Beige 0.11 ± 0.38 NEG -0.2 ± 0.5 0.1 ± 04 4.2 9112/97 

272 28 272 6 I Room-I A Ceiling Crown-mold Intact Wood Beige 0.08 ± 0.39 NEG -0.3 ± 0.7 0.1 ± 0.4 3.5 9112/97 

273 28 273 6 I Hall-I A Ceilmg Crown-mold! Intact Wood Beige 002 ± 0.30 NEG 03±06 0.0 ± 0 3 1.7 9/12/97 

274 28 274 6 I Hall-I A Ceiling Crown-mold! Intact Wood Beige 0.04 ± 0.39 NEG 0.0 ± 0 7 0.0 ± 0 4 20 9/12/91 

275 28 275 6 I Hall-I A Ceiling Ceiling Intact Drywall Beige 006 ± 0.41 NEG -02 ± 0 7 0.1 ± 0.4 23 9/12/97 

276 28 276 6 1 Hall-I A Ceiling Ceiling Intact Drywall Beige 019±0.35 INCOM 02 ± 0.8 0.2 ± 0.4 7.5 9/12/97 

277 28 277 6 1 Hall-I A Ceiling Ceiling Intact Drywall Beige 0.04 ± 0.14 NEG 03 ± 0.7 0.0 ± 0.1 1.3 9112/97 

278 28 278 6 1 Hall-I A Closet Ceiling Intact Drywall Beige 009±O.16 NEG 02±07 0.1 ± 0.2 1.6 9/12/97 

279 28 279 6 1 Hall-I A Closet Ceiling Intact Drywall Beige 0.13 ± 0.31 NEG -0.1 ± 0 7 0.1 ± 0.3 2.6 9112/97 

280 28 280 6 I Porch-l A Porch-I Ceiling (ntact Wood White 3.73 ± 2.3'fi POS 11.9:1: 2.4 11.9±2.4 4.1 9/12/97 

281 28 281 6 I Porch-I A Porch-I Ceiling (ntact Wood White »5.0:1: 1.00 POS 9.2 ± 2.0 9.2 ±2.0 6.6 9/11/97 

282 28 282 6 I Room-2 A Ceiling Crown-molC! Intact Wood Beige 0.022001'0 NEG 032007 0.0200 I 10 9112/97 

283 28 283 6 I Room-2 A Ceihng Crown-mold Intact Wood Beige o 03± 028 NEG -0.2 ± 0 8 0.0 ± 0.3 1.5 9112/97 

284 28 284 6 1 Room-2 A Ceihng Ceiling Intact Drywall Beige o 07± 0 24 NEG -OS ± 0 5 0.1 ± 0 2 28 9112/97 

285 28 285 6 1 Room-2 A Ceihng Ceiling Intact Drywall Beige 0.02 ± 0.17 NEG -05±0.7 00 ± 0.2 12 9112/97 

286 28 286 6 1 KIIchen A Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.14 NEG 01 ± 0.6 O.O± 01 1.0 9112/97 

287 28 287 6 1 Kitchen A Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.10 NEG -0.2 ± 0.7 O.O±O.I 1.0 9112/97 

288 28 288 6 I Kitchen A Ceiling Cro1,VtI-mold! Intact Wood Brown 000±O.10 NEG -OJ ± 0.6 O.O±O.I 1.0 9112/97 

289 28 289 6 I Kitchen A Ceiling Cro1l'1Il-moldl Intact Wood Brown 0.00 ± 0.10 NEG 0.1 ± 0 6 O.O±O.I 1.0 9112/97 

290 28 290 6 I Kitchen A Closet Ceiling Intact Wood Beige 000±01O NEG -03±06 o O±O.I 1.0 9/12/97 

291 28 291 6 1 Kitchen A Closet Ceiling Intact Wood Beige 0.04 ± 0.10 NEG -04 ± 0.6 00 ± 0.1 4J 9112/97 

292 28 292 6 I Hall-2 A Closet Ceiling Intact Drywall Beige om ± 010 NEG -0.2 ± 0.7 O.O± 0.1 1.5 9112/97 

293 28 293 6 1 Hall-2 A Closet Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -0.2 ± 0.6 00±01 1.0 9/12/97 

294 28 294 6 1 Hall-2 A Ceiling Ceiling Intact Drywall Beige 009 ± 0.28 NEG 01 ± 0.7 0.1 ± 0 3 5.2 9112/97 

295 28 295 6 1 Hall-2 A Ceiling Ceiling Intact Drywall Beige 001 ± 0.10 NEG 0]:1: 0.7 0.0 ± 0.1 10 9112/91 

296 28 296 6 1 Hall-3 A Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.10 NEG -05 ± 0 7 00±01 1.0 9/12/97 

297 28 297 6 I Hall-3 A Ceiling Ceiling Intact Drywall Beige 0.06 ± 0 27 NEG 02±06 0.1 ± 0 3 2.3 9/12/97 

298 28 298 6 I Bath-I A Ceiling Ceiling Intact Drywall Beige 0.08 ± 0.28 NEG 00±06 01 ± 0.3 29 9112/97 

299 28 299 6 I Bath-I A Ceiling Ceiling Intact Drywall Beige 021±035 NEG -02±04 0.2 ± 0.4 65 9/12/91 

300 28 300 6 I Room-3 A Ceilmg Ceiling Intact Drywall Beige 0.22 ± 040 NEG -02±04 0.2 ± 0.4 63 9/12/97 

301 28 301 6 I Room-3 A Ceiling Ceiling Intact Drywall Beige 008± 0 31 NEG -0:> ± 0 7 01,,03 23 9112197 

302 28 302 6 I Room-3 A Celhng CrOlN1l-moldl Intact Wood Beige 0.01 ± 022 NEG 02±06 0.0 ± 0.2 10 9112/97 

303 28 303 6 1 Room-3 A Ceiling CrOlN1l-moldl Intact Wood Beige 0.06 ± 0.10 NEG 01±06 01 ±0.6 91 9112/97 

304 28 304 6 I Room-3 A Closet Ceiling Intact Drywall Beige 0.01 ±024 NEG -0.5 ± 0 6 0.0 ± 0.2 10 9112/97 

305 28 305 6 I Room-3 A Closet Ceiling Intact Drywall Beige 0.11 ±0.2'9 NEG 02±07 0.1 ± 0 3 5.8 9112/97 

306 28 306 6 1 Porch-2 A Porch-2 Ceiling Intacl Wood White »5.0 ± 1.00 POS 9.3 ± 2.2 9.3 ± 2.2 3.9 9/12197 

307 28 307 6 I Porch-2 A Porch-2 Ceiling Intact Wood White 3.00 ± 3.10 POS 10.6 :1:2.2 10.6 ± 2.2 3.0 9112197 

308 28 308 6 I Calibrate-I Calibrate Calibrate 0.93 ± 0.12 NEG 0.6 ± 0.4 0.9 ± 0.1 1.0 9112/97 

309 28 309 6 1 Calibrate-2 Calibrate Calibrate 1.03 ± 0.2.3 POS 0.4 ± 0.4 1.0:1: 0.2 2.2 9/12/97 

310 28 1 3 I Shutter Cal-I Calibrate Calibrate OOO±OOO 00 ± 0.0 0.0 ± 0.0 00 9/23/97 

311 28 2 3 I Calibrate Calibrate Calibrate 0.95 ± 0.22 INCOM -0.2 ± 1.0 1.0 ± 0.2 10 9/24/97 

312 28 3 3 I Calibrate-I Calibrate Calibrate 0.97 ± 0.12 NEG 0.5 ± 0.5 1.0 ± 0.1 1.0 9/24/97 

3lJ 28 4 3 I Calibrate-2 Calibrate Calibrate 1.14 ± 0.21fi POS 0.4 ± 0.4 1.1 ± 0.3 2.2 9/24/97 

314 28 5 3 I Calibrate-3 Calibrate Cahbrate 0.83 ± 0.1'9 NEG 06 ± 0.5 0.8 ± 0 2 1.8 9/24/97 

315 28 6 3 I Calibrate-4 Calibrate Calibrate 1.03 ± 0.24 POS 0.6:1:0.4 1.0:1: 0.2 2.1 9124/97 

316 28 7 3 I Room-I A Wall Wan Intact Drywall Beige 0.11 ± 0.43 NEG 0.1 ±07 0.1 ±0.4 41 9/24191 

317 28 8 3 I Room-I 0 Wall Wan Intact Drywall Beige 0.11 ± 0 33 NEG -06±08 0.1 ± 0.3 53 9/24/97 

318 28 9 3 I Room-I B Wall-Lwr Wall Intact Drywall Beige 0.07 ± 0 46 NEG -03±05 0.1 ±0.5 22 9/24/97 

319 28 10 3 I Room-I C Wall-Lwr Wall Intact Drywall Beige 0.14±031 NEG 00±06 0.1 ± 0 3 64 9/24/91 

320 28 II 3 I Room-\ B Door Door Inlact Wood Beige 035200 15 NEG 10±0<\ 0<\ ±O.2 21 9124197 

321 28 12 3 I Room-I B Door Door Intact Wood Beige OAO ± 022 NEG 06±04 0.4 ± 0.2 3 I 9/24/97 

322 28 13 3 1 Room-I B Door Casing Inlact Wood Beige 037±016 NEG 05±05 0.4 ± 0.2 22 9/24/97 

323 28 14 3 I Room-I B Door Casing Intact Wood Beige 057 ± 0 27 NEG 06±04 0.6 ± 0 3 35 9/24/97 

324 28 IS 3 I Room-I B Door Jamb Intact Metal Beige 027 ± 010 NEG 05±05 0.3 ± 0 I 1.3 9/24/97 

325 28 16 3 I Room-I B Door Jamb Inlact Metal Beige 0.24 ± 0.14 NEG 08 ± 05 0.2± 0.1 23 9124/97 

326 28 17 3 1 Room-I B Door Mullion Intact Wood Beige 0.46 ± 0.115 POS 1.5:1:0.4 1.5±0.4 3.2 9124/97 

327 28 18 3 I Room-I B Door Mullion Intact Wood Beige 0.39 ± 0.1:5 NEG I I ± 0 4 0.4 ± 0.2 3.0 9/24/97 

328 28 19 3 I Room-1 B Door Mullion Intact Wood Beige 072 ± 0.29 NEG 1.I ± 0.5 0.7 ± 0 3 36 9/24/97 

329 28 20 3 I Room-1 C Entranceway-I Casing Intact Wood Beige 0.76 ± 0.30 NEG 0.5 ± 0.4 0.8 ± 0.3 36 9/24/97 

330 28 21 3 I Room-I C Entranceway-I Casing Intact Wood Beige 0.70 ± 0 3:~ NEG 0.7 ± 0.5 0.7 ± 0.4 4.6 9/24/97 

331 28 22 3 1 Room-I C Entranceway-! Jamb Intact Wood Beige 0.54 ± 0 3:~ NEG 0.2 ± 0.4 0.5 ± 0.4 48 9124/97 

332 28 23 3 1 Room-I C Entranceway-I Jamb Intact Wood Beige 0.75 ± 0 44 NEG I I ± 0.5 08 ± 0.4 53 9124/97 

333 28 24 3 I Room-I C Entranceway-2 Casing Intact Wood Beige 0.70±029 NEG 09±04 0.7 ± 0.3 36 9/24/97 

334 28 25 3 I Room-I C Entranceway -2 Casing Intact Wood Beige 0.43 ± 0 23 NEG 03±05 0.4 ± 0.2 33 9/24/97 

335 28 26 3 I Room-I C Entranceway-2 Jamb Intact Wood Beige 0.74 ± 0.41 NEG 03±05 0.7 ± 0 4 48 9/24/91 
Iln..,,,,,_1 r ~ntr!:lnrp\lr~v_ , l~mh rnl~rt Wt\t\rI Rpiop 0(,,1 + O?7 NF='{-; O~±1l4 On±Ol 1 ~ Q1?4/Q7 
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338 28 29 3 I Room-I A Wmdow-! Apron Intact Wood Beige 004 ± 0 42 NEG 00 ± 0.8 OO±OA 1.8 9/24/97 
339 28 30 3 I Room-I A Wmdow-2 Stool Intact Wood Beige 001±01O NEG 01 ± 0.6 OO± 0.1 1.0 9124/97 
340 28 31 3 I Room-I A Wmdow-2 Casmg Intact Wood Beige 066 ± 024 NEG 07±04 07±02 3.0 9/24/97 
341 28 32 3 I Room-! A Window-I Casing Intact Wood BeIge 082 ± 0 36 NEG 07±05 08±04 4 I 9/24/97 
342 28 33 3 I Hoom-I 0 Window-3 Sash Intact Wood Beige 0.53 ± 0.39 POS 3.5 ± 0.9 3.5± 0.9 2.5 9/24197 
343 28 34 3 I I~oom-I A Window-I Sash Intact Wood Beige 1.58 ± 1.76 POS 3.8 ± 1.0 3.8 ± 1.0 7.6 9/24/97 
344 28 35 3 I I~oom-I A Window-I Trough Poor Wood Beige »5.0 ± 1.00 POS 26.9 ± 4.1 26.9 ± 4.1 10.0 9/24/97 
345 28 36 3 I Room-l A Window-I Trough Poor Wood Beige »5.0 ± 1.00 POS 23.0 ± 3.9 23.0± 3.9 8.4 9/24197 
346 28 37 3 I I~oom-l A Window-2 Mullion Fair Wood Beige 0.69 ± 0.16 POS 1.7 ± 0.3 1.7 ± 0.3 2.8 9/24197 
347 28 38 3 I I~oom-l 0 Window-3 Mullion Fair Wood Beige 0.68 ±0.31 POS 2.4 ± 0.7 2.4 ± 0.7 2.2 9/24197 
348 28 39 3 I Room-I B WindlDoor Boxing Intact Wood Beige 0.02 ± 0042 NEG 0.0 ± 0 6 0.0 ± 0.4 13 9/24/97 
349 28 40 3 I Iltoom-I B WindlDoor Boxing Intact Wood Beige 2.69 ± 3.41 POS 3.0 ± 1.0 3.0± 1.0 7.9 9/24197 
350 28 41 3 I I~oom-l B WindlDoor Boxing Intact Wood Beige 1.50 ± 0.61 POS 2.2 ± 0.5 2.2 ± 0.5 5.2 9/24197 
351 28 42 3 I Room-I C Wall Wall-Rgstr Intact Metal Beige 007 ± 0 34 NEG -0 I ±09 01 ± 0.3 3.8 9/24/97 
352 28 43 3 I Room-I C Wall Wall-Rgstr Intact Metal 6eige 005 ± 014 NEG 1.0 ± 0 6 01 ±O.I 22 9/24/97 
353 28 44 3 I Room-I A Wall Wall-Rgstr Intact Metal Beige 047 ± 0.20 NEG 03±06 0.5 ± 0.2 2.8 9/24/97 
354 28 45 3 I Room-I A Wall Wall-Rgstr Intact Metal Beige 020 ± 0.10 NEG 05 ± 0.6 02±01 1.7 9/24/97 
355 28 46 3 I Room-I A Wall Chair-rail Intact Wood Beige 0.11±0.10 NEG 0.2 ± 0.6 0.2 ± 0.6 10.0 9/24/97 
356 28 47 3 I Room-I 0 Wall Chair-rail Intact Wood Beige 0.07 ± 0.10 NEG 0.1 ± 0.6 01±06 8.5 9/24/97 
357 28 48 3 I Room-I 0 Wall Baseboard Intact Wood Beige 0.30 ± 0 28 NEG 0.1 ±0.4 03 ± 0.3 4.1 9/24/97 
358 28 49 3 I Room-I A Wall Baseboard Intact Wood Beige 012±033 NEG OO± 0.8 01 ± 0.3 2.3 9/24/97 
359 28 50 3 I Room-I A Floor Floor Intact Wood Varnish OOO±O.IO NEG 0.0 ± 0 7 0.0 ± 0.1 1.0 9/24/97 
360 28 51 3 I Room-I 0 Floor Floor Intact Wood Varnish 0.01 ± 0.10 NEG -0.5 ± 0.7 O.O± 0.1 1.0 9/24/97 
361 28 52 3 I Hall-I 0 Wall Wall Intact Drywall Beige 0.09 ± 0.39 NEG 0.0 ± 0 6 0.1 ±04 3.1 9/24/97 
362 28 53 3 I Hall-I C Wall Wall Intact Drywall Beige 008 ± 0.48 NEG 00 ± 0.7 0.1 ± 0 5 26 9/24/97 
363 28 54 3 I Hall-I B Wall-Lwr Wall Intact Drywall Beige 025±0 10 NEG -0.2 ± 0.6 -02 ± 0.6 10.0 9/24/97 
364 28 55 3 I Hall-I A Wall-Lwr Wall Intact Drywall BeIge 003 ± 018 NEG -0.1 ± 0 6 o O± 0.2 1.1 9/24/97 
365 28 56 3 1 Hal1-1 B Door-l Door Intact Wood Beige 0.46± 0.17 POS 1.1 ± 0.3 1.1 ± 0.3 3.4 9/24197 
366 28 57 3 I Hall-I B Door-I Door Intact Wood Beige 0.41 ±022 NEG 08±04 0.4 ± 0 2 3.0 9/24/97 
367 28 58 3 I Hall-I B Door-I Door Intact Wood Beige 0.74±0.28 POS 1.1 ± 0.3 1.1 ± 0.3 5.0 9/24/97 
368 28 59 3 I Hall-I B Door-I Mullion Intact Wood Beige 0.73 ± 0.30 NEG 1.1±05 0.7 ± 0.3 36 9/24/97 
369 28 60 3 1 Hal1-1 B Door-I Mullion Intact Wood Beige 0.53 ± 0.14 POS 1.4 ± 0.4 1.4 ± 0.4 2.6 9/24197 
370 28 61 3 1 Hall-l B Door-l Mullion Intact Wood Beige 0.68 ± 0.18 POS 1.3 ± 0.3 1.3 ± 0.3 3.1 9/24/97 
371 28 62 3 I Hall-I B Door-I Casing Intact Wood Beige 061 ± 0.24 NEG 0.7 ± 0.5 0.6 ± 0.2 3.0 9124/97 
372 28 63 3 I Hall-I B Door-I Casing Intact Wood Beige o 89± 0.35 NEG 0.8 ± 0.5 09±0.4 3.9 9124/97 
373 28 64 3 I Hall-I B Door-I Jamb Intact Metal Beige 031±0.16 NEG 08 ± 0.4 03 ± 0.2 2.5 9/24/97 
374 28 65 3 I Hall-I B Door-I Jamb Intact Metal Beige 036 ± 014 NEG 0.2 ± 0 5 04±0.1 19 9/24/97 
375 28 66 3 I Hall-I C 000r-2 Door Intact Wood Beige 031±0.19 NEG 0.1 ±04 0.3 ± 0.2 28 9124/97 
376 28 67 3 I Hall-I C 000r-2 Door Intact Wood Beige 0.34 ± 015 NEG 0.7 ± 0.4 0.3 ± 0.2 22 9/24/97 
377 28 68 3 I Hall-I C Door-2 Casing Intact Wood Beige 080±031 NEG 1.0 ± 0 5 08 ± 0.3 36 9/24/97 
378 28 69 3 I Hall-I C Door-2 Casing Intact Wood Beige 0.79±026 NEG 10 ± 0.5 08 ± 0.3 2.9 9/24/97 
379 28 70 3 I Hall-I C 000r-2 Jamb Intact Wood Beige 080 ± 0.33 NEG 08 ± 0.5 0.8 ± 0.3 38 9/24/97 
380 28 71 3 I Hall-I C Door-2 Jamb Intact Wood Beige 0.53 ± 0.21 NEG 04 ± 0.4 0.5 ± 0.2 2.7 9/24/97 
381 28 72 3 I Hall-I 0 Door-3 Door Intact Wood Beige 072±036 NEG 0.4 ± 0.5 07±0.4 4.4 9/24/97 
382 28 73 3 I Hall-I 0 000r-3 Door Intact Wood Beige 0.70 ± 0.25 NEG 0.6 ± 0 4 0.7 ± 0.3 2.9 9/24/97 
383 28 74 3 I Hall-I 0 Door-3 Casing Intact Wood Beige 077 ± 0.35 NEG 0.7 ± 0.5 0.8 ± 0.4 4.2 9/24/97 
384 28 75 3 I Hall-I 0 Door-3 Casing Intact Wood Beige 0.90 ± 0.33 NEG 0.8 ± 0.5 09 ± 0.3 3.7 9/24/97 
385 28 76 3 I Hall-I 0 Door-3 Jamb Intact Wood Beige 0.02 ± 0.16 NEG -0.2 ± 0 6 00±02 1.0 9124/97 
386 28 77 3 I Hall-I 0 000r-3 Jamb Intact Wood Beige 0.17±045 NEG 0.0 ± 0 4 02 ± 0.5 4.7 9/24/97 
387 28 78 3 I Hall-I A Entranceway Casing Intact Wood Beige 061 ±0.31 NEG 1.0 ± 0.4 0.6 ± 0.3 4.0 9/24/97 
388 28 79 3 I Hall-I A Entranceway Casing Intact Wood Beige 064 ± 0.28 NEG 0.8 ± 0 5 06 ± 0.3 3.5 9/24/97 
389 28 80 3 I Hall-I A Entranceway Jamb Intact Wood Beige 029 ± 0 24 NEG 0.6 ± 0 4 03 ± 0.2 35 9124197 
390 28 81 3 I Hall-I A Entranceway Jamb Intact Wood Beige 041±023 NEG 07±04 04±02 33 9/24/97 
391 28 82 3 I Hall-I 0 Stairs Tread Intact Wood Varmsh 001 ± 024 NEG 0.1 ± 0 6 00±02 10 9124/97 
392 28 83 3 I Hall-I 0 StaIrS Tread Intact Wood Varnish OOO±O.IO NEG 0.3 ± 0 7 O.O±O.I 10 9/24/97 
393 28 84 3 I Hall-I 0 StaIrS Riser Intact Wood Beige 054±0.16 NEG 07±04 05±02 1.9 9/24/97 
394 28 85 3 I Hall-I 0 Stairs Riser Intact Wood Beige 064 ± 0 20 NEG 0.6 ± 0 4 06 ± 0.2 2.4 9124/97 
395 28 86 3 I Hall-I C Stairs Baseboard-Ins Intact Wood Beige 0.59 ± 024 NEG 04 ± 04 06 ± 0.2 30 9/24/97 
396 28 87 3 I Hall-I A StaIrS Baseboard-Ins Intact Wood Beige 049±0.18 NEG 07±04 05±02 2.2 9/24/97 
397 28 88 3 I Hall-I A Stairwell Chair-rail Intact Wood Beige 001±0.22 NEG -0 I ± 0 7 00±02 1.0 9/24/97 
398 28 89 3 I Hall-I C Stairwell Chair-rail Intact Wood Beige 000±010 NEG -0.1 ±O 7 OO± 0.1 1.0 9124/97 
399 28 90 3 I Hall-I 0 Closet Door Intact Wood Beige 040±0 14 NEG 0.8 ± 0 4 04±0.1 19 9124/97 
400 28 91 3 I Hall-I 0 Closet Door Intact Wood Beige 0.46 ± 0.16 NEG 04±04 0.5 ± 0 2 2.0 9/24/97 
401 28 92 3 I Hall-I 0 Closet Casing Intact Wood BeIge 0.00 ± 0.10 NEG -08 ± 0.6 O.O±O.I 10 9/24/97 
402 28 93 3 I Hall-I 0 Closet Casing Intact Wood Beige 000 ± 0.10 NEG -0.1 ± 0 6 OO±O.I 10 9/24/97 
403 28 94 3 I Hall-I 0 Door Jamb Intact Wood Beige 002 ± 010 NEG 02±04 00 ± 0.1 1.0 9124/97 
404 28 95 3 I Hall-I 0 Door Jamb Intact Wood Beige 001±035 NEG 02±05 00±04 1.0 9/24/97 
405 28 96 3 I Hall-I 0 Closet Baseboard Intact Wood Beige 014 ± 0.36 NEG 02±06 01±04 3 I 9124/97 
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406 28 97 3 I Hall-I D Closet Baseboard Intact Wood Beige 0.08 ± 0.27 NEG -0.2 ± 0.6 0.1 ± 0.3 2.0 9/24/97 

407 28 98 3 I Hall-I D Closet Floor Intact Wood Varnish 0.05 ± 0 51 NEG 0.2 ± 0.7 0.1 ± 0 5 2.2 9/24/97 

408 28 99 3 I Hall-I D Closet Floor Intact Wood Varnish 0.01 ± 0.10 NEG 02±07 00 ± 0.1 1.0 9/24/97 

409 28 100 3 I Hall-I D Closet Shelf Intact Wood Beige OOO±O.IO NEG 0.0 ± 0.6 O.O± 0 I 10 9/24/97 

410 28 101 3 I Hall-I D Closet Shelf Intact Wood Beige 000±010 NEG -0.4 ± 0 6 O.O± 0 I 10 9/24/97 

411 28 102 3 I Hall-I D Closet Wall Intact Drywall Beige 013 ± 0.30 NEG -02 ± 0 6 01 ± 0.3 2.7 9/24/97 

412 28 103 3 I Hall-I D Closet Wall Intact Drywall Beige o 14±022 NEG -0.4 ± 0.6 01 ± 0.2 26 9/24/97 

413 28 104 3 I Hall-I D Closet Elec-condu Intact Metal Beige 002±O.lO NEG -0.3 ± 1.0 O.O± 0.1 1.0 9/24/97 

414 28 105 3 I Hall-I D Closet Elec-condu Intact Metal Beige 001±015 NEG -0.1 ± 1.0 0.0 ± 0.2 1.0 9/24/97 

415 28 106 3 I Hall-I B Wall Chair-rail Intact Wood Beige 0.01 ± 0 28 NEG -0.7 ± 0.7 0.0 ± 0.3 1.1 9/24/97 

416 28 107 3 I Hall-I C Wall Chair-rail Intact Wood Beige 0.05 ± 0.10 NEG 0.1 ± 0 4 0.1 ± 0 I 5.4 9/24/97 

417 28 108 3 I Hall-I C Wall Baseboard Intact Wood Beige 001±0.1O NEG -0.4 ± 0 7 00±0.1 10 9124/97 

418 28 109 3 1 Hall-I B Wall Baseboard Intact Wood Beige 0.07±0.10 NEG -0.1 ±06 -0.1 ± 0.6 8.4 9/24/97 

419 28 110 3 I Hall-I B Wall Wall-Rgstr Intact Metal Beige 0.25 ± 0.13 NEG 0.2 ± 0 6 0.3 ± 0.1 2 I 9/24/97 

420 28 III 3 I Hall-I B Wall Wall-Rgstr Intact Metal Beige 0.18±021 NEG 0.3 ± 0 6 0.2 ± 0.2 29 9/24/97 

421' 28 112 3 I Hall-I B Floor Floor Intact Wood Varnish O.OO±O.IO NEG 02±07 00±01 1.0 9/24/97 

422 28 113 3 I Hall-I C Floor Floor Intact Wood Varnish 000 ± 0.10 NEG 02±06 00±01 10 9/24/97 

423 28 114 3 2 Stairwell B Wall Wall Intact Drywall Varnish 0.05 ± 0.40 NEG 02 ± 0.6 01 ± 0.4 23 9/24/97 

424 28 liS 3 2 Stairwell C Wall Wall Intact Drywall Varnish 011 ± 0.30 NEG -0.1 ± 0.8 01±03 58 9/24/97 

425 28 116 3 2 Stairwell C Wall-Lwr Wall Intact Drywall Varnish 002 ± 0 31 NEG 0.0 ± 0.6 00 ± 0.3 1.2 9124/97 

426 28 117 3 2 Stairwell C Wall-Lwr Wall Intact Drywall Varnish 0.11 ± 0.40 NEG 0.2 ± 0.7 01±04 45 9124/97 

427 28 118 3 2 Stairwell C Stairs Rail-cap Intact Wood Varnish O.OO±O.IO NEG -0.1 ± 0.7 O.O± 0.1 1.0 9/24/97 

428 28 119 3 2 Stairwell C Stairs Rail-cap Intact Wood Varnish om ± 0.28 NEG -0.2 ± 0.6 00±03 1.0 9/24/97 

429 28 120 3 2 Stairwell D Stairs Tread Intact Wood Varnish 0.00 ± 0.10 NEG 02 ± 0.6 O.O± 0 I 1.0 9/24/97 

430 28 121 3 2 Stairwell D Stairs Tread Intact Wood Varnish O.OO±O.IO NEG 0.1 ± 0.7 O.O± 0.1 1.0 9124/97 

431 28 122 3 2 Stairwell D Stairs Riser Intact Wood Beige 0.56±0.18 NEG 0.5 ± 0.4 0.6 ± 0.2 22 9/24/97 

432 28 123 3 2 Stairwell D Stairs Riser Intact Wood Beige 0.83 ± 0.23 NEG 06 ± 0.5 08±02 2.4 9/24/97 

433 28 124 3 2 Stairwell A Stairs Baseboard-Ins Intact Wood Beige 0.89 ± 0 29 NEG 1.0 ± 0 5 0.9 ± 0 3 3.0 9/24/97 

434 28 125 3 2 Stairwell C Stairs Baseboard-Ins Intact Wood Beige 0.23 ± 0 29 NEG 05 ± 0.4 0.2 ± 0.3 4.5 9124/97 

435 28 126 3 2 Stairwell C Stairs WallCasing Intact Wood Beige 1.37 ± 0.75 POS 0.9± 0.5 1.4 ± 0.8 7.5 9/24/97 

436 28 127 3 2 Stairwell A Stairs WallCasing Intact Wood Beige 0.72 ±0.50 POS 1.4 ± 0.4 1.4 ± 0.4 8.7 9/24/97 

437 28 128 3 2 Stairwell A Stairs Chair-rail Intact Wood Beige 0.05 ± 0.52 NEG 0.3 ± 0.6 0.1 ±0.5 2.0 9/24/97 

438 28 129 3 2 Stairwell C Stairs Chair-rail Intact Wood Beige 004± 041 NEG -0.3 ± 0.7 0.0 ± 0.4 21 9/24/97 

439 28 130 3 2 Room-I C Wall Wall Intact Drywall Beige 0.02 ± 0.17 NEG -0 I ± 0.8 0.0 ± 0.2 10 9/24/97 

440 28 131 3 2 Room-I B Wall Wall Intact Drywall Beige 0.12 ± 0.23 NEG 04±04 0.1 ± 0.2 66 9/24/97 

441 28 132 3 2 Room-I A Wall-Lwr Wall Intact Drywall Beige 004 ± 0 35 NEG -0.5 ± 0.7 0.0 ± 04 2 I 9124/97 

442 28 133 3 2 Room-I D Wall-Lwr Wall Intact Drywall Beige 0.04 ± 0 36 NEG -06 ± 0.6 00 ± 0.4 20 9/24/97 

443 28 134 3 2 Room-I C Door-I Door Intact Wood Beige 028 ± 0.18 NEG 00 ± 0.4 03±02 28 9/24/97 

444 28 135 3 2 Room-I C Door-I Door Intact Wood Beige 033 ± 0.25 NEG 0.2 ± 0.4 03±03 37 9/24/97 

445 28 136 3 2 Room-I C Door-2 Door Intact Wood BeIge 029 ± 0.22 NEG 0.1 ± 0 4 03±02 34 9/24/97 

446 28 137 3 2 Room-I C Door-2 Door Intact Wood Beige 0.24 ± 0.25 NEG 0.3 ± 0 4 0.2 ± 0.3 37 9124/97 

447 28 138 3 2 Room-I C Door-2 Casing Intact Wood Beige 024 ± 017 NEG 0.3 ± 0.4 02±02 2.6 9/24/97 

448 28 139 3 2 Room-I C Door-I Casing Intact Wood Beige 060 ± 0.34 NEG 0.7 ± 0 4 0.6 ± 0 3 43 9124/97 

449 28 140 3 2 Room-I C Door-I Jamb Intact Wood Beige 0.25 ± 0 22 NEG 0.3 ± 0 4 0.3 ± 0 2 3.4 9/24/97 

450 28 141 3 2 Room-I C Door-2 Jamb Intact Wood Beige 0.35 ± 0.22 NEG 04±04 0.4 ± 0.2 32 9/24/97 

451 28 142 3 2 Room-I A Window-I Apron Intact Wood BeIge 050 ± 0.26 NEG I I ± 0.4 05±03 35 9/24/97 

452 28 143 3 2 Room-I D Window-2 Apron Intact Wood BeIge 0.45 ± 0.25 NEG 0.6 ± 0.5 0.5 ± 0 3 35 9/24/97 

453 28 144 3 2 Room-I D Window-2 Stool Intact Wood Beige 0.35 ± 0.39 NEG 05 ± 0.3 0.5 ± 0 3 80 9/24/97 

454 28 145 3 2 Room-I A Wmdow-I Stool Intact Wood BeIge 026 ± 0.31 NEG 0.7 ± 0.4 0.3 ± 0.3 4 I 9/24/97 

455 28 146 3 2 Room-I A Wmdow-I Casing Intact Wood Beige 044 ± 0.26 NEG 0.8 ± 0 4 0.4 ± 0.3 35 9/24/97 

456 28 147 3 2 Room-I D Window-2 Casing Intact Wood Beige 032 ± 0 21 NEG 06±04 0.3 ± 0 2 32 9/24/97 

457 28 148 3 2 Room-l D Window-2 Sash Intact Wood Beige 0.82 ±0.46 POS 2.3± 0.6 2.3 ±0.6 5.0 9/24/97 

458 28 149 3 2 Room-l A Window-l Sasb Intact Wood Beige 0.97 ± 1.44 POS 4.6 ± 1.2 4.6 ± 1.2 5.6 9/24/97 

459 28 150 3 2 Room-l A Window-I Mullion Intact Wood Beige 0.41 ± O.ll POS 1.5 ± 0.3 1.5 ± 0.3 2.2 9/24/97 

460 28 lSI 3 2 Room-I D Window-2 Mullion Poor Wood Beige 1.21 ± 0.39 POS 1.7 ± 0.5 1.2 ± 0.4 3.8 9/24/97 

461 28 152 3 2 Room-I A Closet Door Intact Wood Beige 029 ± 0 20 NEG -0.1 ± 0.4 03 ± 0.2 30 9/24/97 

462 28 153 3 2 Room-I A Closet Door Intact Wood Beige 0.40 ± 0.24 NEG 07±04 0.4 ± 0.2 3.3 9/24/97 

463 28 154 3 2 Room-I A Closet Casing Intact Wood Beige 0.02±0.17 NEG -0 I ± 0 7 00 ± 0.2 1.0 9/24/97 

464 28 ISS 3 2 Room-I A Closet Casing Intact Wood Beige 0.02 ± 0.18 NEG -0 I ± 0.6 0.0 ± 0.2 10 9/24/97 

465 28 156 3 2 Room-I A Closet Jamb Intact Wood Beige 0.11 ± 0 23 NEG 0.2 ± 0.4 0.1 ± 02 3.0 9/24/97 

466 28 157 3 2 Room-I A Closet Jamb Intact Wood Beige 009 ± 0.23 NEG -03 ± 0.6 0.1 ± 02 20 9/24/97 

467 28 158 3 2 Room-I B Closet Baseboard Intact Wood Beige 0.06 ± 0.44 NEG 0.1 ± 0.6 01 ± 0.4 2.5 9/24/97 

468 28 159 3 2 Room-I C Closet Baseboard Intact Wood Beige 0.06±0 10 NEG -0.2 ± 0.6 01 ± 0.1 41 9/24/97 

469 28 160 3 2 Room-I C Closet Floor Intact Wood Varnish 0.01 ± 0.10 NEG -02 ± 0 6 OO± 0.1 1.6 9/24/97 

470 28 161 3 2 Room-l A Closet Floor Intact Wood Varnish 0.00±0.10 NEG 02 ± 0.4 00±01 1.0 9/24/97 

471 28 162 3 2 Room-l A Closet Shelf Intact Wood Beige 0.08 ± 0.43 NEG 02±06 0.1 ± 0.4 2.3 9/24/97 
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474 28 165 3 2 Room-I 0 Closet Hanger-Rod Intact Metal Betge 0.1O±0.17 NEG 01 ± I 0 0.1 ± 0.2 1.9 9/24/97 
475 28 166 3 2 Room-I B Wall Chair-rail Intact Wood Beige 0.02 ± 017 NEG 05±04 00±02 27 9/24/97 
476 28 167 3 2 Room-I C Wall Chair-rail Intact Wood Beige 005 ± 0 10 NEG 03107 0110.1 54 9/24/97 
477 28 168 3 2 Room-I C Wall Baseboard Intact Wood Beige 007 ± 0 40 NEG 03±08 01±04 3.2 9/24/97 
478 28 169 3 2 Room-I B Wall Baseboard Intact Wood Beige 008 ± 0 28 NEG 03±07 01 ± 0.3 19 9/24/97 
479 28 170 3 2 Room-I B Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.1 ± 0 7 0.0 ± 0 I 10 9/24/97 
480 28 171 3 2 Room-I C Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0.2 ± 0.7 O.O± 0 I 10 9/24/97 
481 28 172 3 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 0.01 ±o \0 NEG 01 ± 1.0 O.O± 0.1 1.0 9/24/97 
482 28 173 3 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 001 ± 0.19 NEG -0.3 ± 0.9 0.0 ± 0.2 1.0 9/24/97 
483 28 174 3 2 Room-2 C Wall Wall Intact Orywall Beige 004 ± 0.10 NEG -0.5 ± 0.7 00 ± 0.1 3.9 9/24/97 
484 28 175 3 2 Room-2 B Wall Wall Intact Orywall Beige 005 ± 0.38 NEG -0.1 ±0.7 0.1 ± 0.4 2.5 9/24/97 
485 28 176 3 2 Room-2 A Wall-Lwr Wall Intact Drywall Beige 0.04 ± 0.39 NEG -0.2 ± 0 6 O.O± 0 4 2.0 9/24/97 
486 28 177 3 2 Room-2 0 Wall-Lwr Wall Intact Drywall Beige O.l5±0.41 NEG -0.4 ± 0.4 0.2 ± 0.4 48 9/24/97 
487 28 178 3 2 Room-2 C Door-I Door Intact Wood Beige 037± 1.39 INCOM -0.1 ± 1.1 0.4 ± I 4 4.2 9/24/97 
488 28 179 3 2 Room-2 C Door-I Door Intact Wood Beige 0.33 ± 0.24 NEG 0.0 ± 0 4 03 ± 0.2 3.5 9/24/97 
489 28 180 3 2 lRoom-2 C Door-2 Door Intact Wood Beige 0.49 ± 0 36 NEG 0.1 ± 0 4 05 ± 0.4 47 9/24/97 
490 28 181 3 2 Room-2 C Door-2 Casing Intact Wood Beige 0.42 ± 0.27 NEG 05±04 04±03 38 9/24/97 
491 28 182 3 2 lRoom-2 C Door-I Casing Intact Wood Beige 042 ± 0.23 NEG 0.0 ± 0.5 04 ± 0.2 3.3 9/24/97 
492 28 183 3 2 lRoom-2 C Door-I Jamb Intact Wood Beige 021 ± 0.10 NEG 05±04 0.2 ± 0 I 1.7 9/24/97 
493 28 184 3 2 1R00m-2 C 000r-2 Jamb Fair Wood Beige 019 ± 0 24 NEG 00 ± 0.7 02 ± 0.2 1.9 9/24/97 
494 28 185 3 2 lRoom-2 0 000r-3 Door Intact Wood Beige 0.29 ± 0.18 NEG 03±04 03 ± 0.2 2.7 9/24/97 
495 28 186 3 2 lRoom-2 0 Door-3 Door Intact Wood Beige 035 ± 0.25 NEG 0.5 ± 0 4 0.4 ± 0.3 3.5 9/24/97 
496 28 187 3 2 lRoom-2 0 000r-3 Casing Intact Wood Beige 0.41 ± 0.32 NEG 0.3 ± 0.4 0.4 ± 0.3 4.4 9/24/97 
497 28 188 3 2 lRoom-2 0 Door-3 Casing Intact Wood Beige 0.33 ± 0 42 NEG 0.4 ± 0.4 0.3 ± 0.4 54 9/24/97 
498 28 189 3 2 lRoom-2 0 Door-3 Jamb Intact Wood Beige 0.49 ± 0 32 NEG 0.7 ± 0 4 0.5 ± 0.3 4.3 9/24/97 
499 28 190 3 2 lRoom-2 0 Door-3 Jamb Intact Wood Beige 0.48 ± 0.26 NEG 0.2 ± 0 4 05 ± 0.3 35 9/24/97 
500 28 191 3 2 1R00m-2 A Window-I Apron Intact Wood Beige 0.29 ± 020 NEG 06 ± 0.5 0.3 ± 0 2 30 9/24/97 
SOl 28 192 3 2 Room-2 B Window-2 Apron Intact Wood Beige 0.39 ± 0 36 NEG 05 ± 0.5 0.4 ± 0.4 48 9/24/97 
502 28 193 3 2 Room-2 B Window-3 Stool Intact Wood Beige 0.06 ± 0.23 NEG 0.4 ± 0.4 01 ± 0.2 27 9/24/97 
503 28 194 3 2 Room-2 B Window-2 Stool Intact Wood Beige 0.51 ± 042 NEG 06 ± 0.4 0.5 ± 0.4 50 9/24/97 
504 28 195 3 2 Room-2 A Window-I Casing Poor Wood Beige 0.39 ± 0 20 NEG 0.7 ± 0.4 0.4 ± 0.2 2.9 9/24/97 
505 28 196 3 2 Room-2 B Window-2 Casing Poor Wood Beige 031 ± 0.25 NEG 0.7 ± 0 4 03 ± 0.3 37 9/24/97 
506 28 197 3 2 Room-2 B Window-3 Sash Poor Wood Beige 0.48 ± 0.38 POS 2.9± 0.9 2.9± 0.9 2.6 9124197 
507 28 198 3 2 Room-2 B Window-2 Sash Intact Wood Beige 0.40± 0.32 POS 2.2 ± 0.6 2.2 ±0.6 4.1 9/24/97 
508 28 199 3 2 Room-2 A Window-I Mullion Intact Wood Beige 0.61 ± 0.33 POS 2.8 ± 0.8 2.8 ± 0.8 2.5 9124/97 
509 28 200 3 2 Room-2 B Window-2 Mullion Intact Wood Beige 0.88 ± 0.32 POS 1.7 ± 0.4 1.7 ± 0.4 4.8 9/24197 
510 28 201 3 2 Room-2 A Closet-I Door Intact Wood Beige 0.14 ± 0.22 NEG 01 ± 0.5 0.1 ± 0.2 23 9/24/97 
511 28 202 3 2 Room-2 A Closet-2 Door Intact Wood Beige 0.16±015 NEG 0.6 ± 0 4 02±02 24 9/24/97 
512 28 203 3 2 Room-2 A Closet-2 Casing Intact Wood Beige 0.15±022 NEG -0.2 ± 0.7 02 ± 0.2 17 9/24/97 
513 28 204 3 2 Room-2 A Closet-I Casing Intact Wood Beige 0.11 ± 0.31 NEG -0.3 ± 0 4 01 ± 0.3 3.0 9/24/97 
514 28 205 3 2 Room-2 A Closet-l Jamb Intact Wood Beige 0.19 ± 0.22 NEG 0.1 ±0.6 0.2 ± 0.2 1.7 9/24/97 
515 28 206 3 2 Room-2 A Closet-2 Jamb Intact Wood Beige 0.14 ± 0 27 NEG -02 ± 0.6 01 ± 0.3 2.0 9124/97 
516 28 207 3 2 Room-2 C Closet-2 Baseboard Intact Wood Beige 0.13 ± 0.39 NEG 0.2 ± 0.6 0.1 ± 0.4 50 9124/97 
517 28 208 3 2 Room-2 B Closet-I Baseboard Intact Wood Beige 009 ± 0.31 NEG 0.6 ± 0 4 0.1 ±0.3 36 9/24/97 
518 28 209 3 2 Room-2 B Closet-I Floor Intact Wood Varnish 0.02 ± 0.10 NEG 02 ± 0.7 O.O±O I 10 9/24/97 
519 28 210 3 2 Room-2 B Closet-2 Floor Intact Wood Varnish O.OO±O 10 NEG -02 ± 0.6 o.o± 0.1 1.0 9/24/97 
520 28 211 3 2 Room-2 C Closet-2 Shelf Intact Wood Beige 0.02± 0 49 NEG -0 I ±O 6 0.0 ± 0.5 1.1 9124/97 
521 28 212 3 2 Room-2 C Closet-I Shelf Intact Wood Beige 0.04 ± 0 44 NEG -0.3 ± 0.6 00 ± 0.4 1.7 9124/97 
522 28 213 3 2 Room-2 C Closet-I Shelf-Lwr Intact Wood Beige 052 ± 0.\3 NEG 0.4 ± 0 4 o 5±0.1 14 9/24/97 
523 28 214 3 2 Room-2 C Closet-I Shelf-Lwr Intact Wood Beige 0.72 ± 0.19 NEG 0.4 ± 0 4 07±02 19 9/24/97 
524 28 215 3 2 Room-2 C Closet-I Hanger-Rod Intact Metal Beige 0.04 ± 014 NEG -04± 1.0 O.O± 0 I 13 9/24/97 
525 28 216 3 2 Room-2 C Closet-2 Hanger-Rod Intact Metal Beige 008 ± 0 25 NEG -I I ± 0.9 0.1 ± 0.3 24 9/24/97 
526 28 217 3 2 Room-2 C Closet-2 She1f-suprt Intact Wood Beige OIO±O.lO NEG -03 ± 0 7 -0.3 ± 0.7 100 9/24/97 
527 28 218 3 2 Room-2 C Closet-2 Shelf-suprt Intact Wood Beige 0.00 ± 0.16 NEG -0.3 ± 0 6 0.0 ± 0.2 1.0 9/24/97 
528 28 219 3 2 Room-2 B Closet-I Shelf-suprt Intact Wood Beige 002 ± 010 NEG -0.3 ± 0 6 O.O±O I 3.9 9/24/97 
529 28 220 3 2 Room-2 C Closet-I Shelf-suprt Intact Wood Beige 000±012 NEG o o± 0.6 O.O± 0 I 10 9124/97 
530 28 221 3 2 Room-2 C Closet-I Wall Intact Drywall Beige 014 ± 0 29 NEG 04±0.4 0.1 ± 0 3 42 9/24/97 
531 28 222 3 2 Room-2 C Closet-2 Wall Intact Drywall Beige 006±041 NEG 0.2 ± 06 01±04 22 9/24/97 
532 28 223 3 2 CSllibrate-·l Calibrate Calibrate l.l0 ± 0.16 POS 1.0±0.4 1.1 ±0.2 l.l 9124/97 
533 28 224 3 2 CSllibrate-·2 Calibrate Calibrate l.l6 ± 0.28 POS 0.6±0.4 1.2 ± 0.3 2.5 9124/97 
534 28 225 3 2 CSllibrate-.J Calibrate Calibrate 1.05 ± 0.25 POS 0.5 ± 0.4 l.l ± 0.3 2.2 9124197 
535 28 226 3 2 Room-2 C Wall Chair-rail Intact Wood Beige 001 ± 0.25 NEG -02 ± 0 5 00 ± 0.3 10 9124/97 
536 28 227 3 2 Room-2 0 Wall Chair-raIl Intact Wood Beige O.OO±O.IO NEG 0.2 ± 0 5 00±01 10 9/24/97 
537 28 228 3 2 Room-2 0 Wall Baseboard Intact Wood Beige 006 ± 0.32 NEG 02±0.4 0.1 ± 0 3 30 9/24/97 
538 28 229 3 2 Room-2 C Wall Baseboard Intact Wood Beige 0.10±0.34 NEG 0.1 ± 0.5 01 ± 0.3 29 9/24/97 
539 28 230 3 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige 0.04 ± 0 23 NEG 0.3 ± 0.8 00±02 3.1 9/24/97 
540 28 231 3 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige o 15±0 10 NEG 01±08 01 ± 0 8 100 9/24/97 
541 28 232 3 2 Room-2 C Floor Floor Intact Wood Varmsh 000 ± 0.10 NEG -0.4 ± 0 7 O.O± 0 I 10 9/24/97 

624 



Site: 28 Date: 9/13197 to 9125/97 Paint Page 9 
Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
542 28 233 3 2 Room-2 A Floor Floor Intact Wood Varnish OOO±O 10 NEG 02±05 00 ± 0.1 10 9/24/97 
543 28 234 3 2 Room-3 A Wall Wall Intact Drywall Beige 001 ±O 10 NEG -0 I ± 0 7 O.O± 0 I 1.4 9/24/97 
544 28 235 3 2 Room-3 0 Wall Wall Intact Drywall Beige 001±01O NEG 03±07 00±01 1.2 9124/97 
545 28 236 3 2 Room-3 B Wall-Lwr Wall Intact Drywall Beige 0.00 ± 0.10 NEG -06±0.7 00±01 1.0 9124/97 
546 28 237 3 2 Room-3 C Wall-Lwr Wall Intact Drywall BeIge 0.01 ± 0.25 NEG -0.3 ± 0.6 00±03 1.0 9/24/97 
547 28 238 3 2 Room-3 A Door-I Door Intact Wood Beige 060 ± 0.25 NEG 09±04 06±03 3 I 9/24/97 
548 28 239 3 2 Room-3 A Door-2 Door Intact Wood Beige 0.74 ± 0.30 NEG I I ± 0.5 0.7 ± 0.3 3.6 9/24/97 
549 28 240 3 2 Room-3 A Door-2 Casing Intact Wood Beige 1.08:1: 0.34 POS 0.8:1: 0.5 1.1 :I: 0.3 3.4 9124197 
550 28 241 3 2 Room-3 A Door-l Casing Intact Wood Beige 0.99:1: 0.41 POS 0.9± 0.5 1.0:1: 0.4 4.5 9124197 
551 28 242 3 2 Room-3 A Door-I Jamb Intact Wood Beige 051±015 NEG 04±04 0.5 ± 0.2 1.8 9/24/97 
552 28 243 3 2 Room-3 A Door-2 Jamb Intact Wood Beige 0.60:1: 0.16 POS 1.2:1: 0.3 1.2:1: 0.3 3.0 9124197 
553 28 244 3 2 Room-3 A 000r-2 Jamb Intact Wood Beige o 25± 014 NEG 06±04 0.3 ± 0.1 23 9/24/97 
554 28 245 3 2 Room-3 D 000r-3 Door Intact Wood Beige 0.93 ± 0 41 NEG 08±05 09 ± 0.4 4.6 9/24/97 
555 28 246 3 2 Room-3 D Door-3 Door Intact Wood Beige 1.21 ± 0.48 POS 0.7 ± 0.5 1.2:1: 0_5 4.9 9124/97 
556 28 247 3 2 Room-3 D Door-3 Door Intact Wood Beige 1.19:1: 0_48 POS 0.9:1:0.5 1.2:1:0.5 4.9 9124197 
557 28 248 3 2 Room-3 0 Door-4 Door Intact Wood Beige 0.71 ± 0.3 I NEG 1.1 ± 0.5 0.7 ± 0 3 3.7 9/24/97 
558 28 249 3 2 Room-3 0 000r-4 Door Intact Wood Beige 0.86 ± 0.35 NEG 1.0 ± 0.5 09±04 40 9/24/97 
559 28 250 3 2 Room-3 0 Door-4 Casing Intact Wood Beige 1.22:1: 0.57 POS 1.2:1: 0.5 1.2:1:0.6 5.7 9124197 
560 28 251 3 2 Room-3 0 Door-3 Casing Intact Wood Beige 1.50:1: 0.50 POS 1.3:1: 0.5 1.5:1: 0.5 4.6 9124197 
561 28 252 3 2 Room-3 0 Door-3 Jamb Intact Wood Beige 0.86 ± 0.42 NEG 0.9 ± 0.5 0.9 ± 0.4 4.8 9/24/97 
562 28 253 3 2 Room-3 D Door-4 Jamb Intact Wood Beige 0.66± 0 29 NEG 0.7 ± 0.4 0.7 ± 0.3 3.6 9/24/97 
563 28 254 3 2 Calibrate-l D Calibrate Calibrate 1.05 ± 0.15 POS 0.7:1: 0.4 1.1 :I: 0.2 1.1 9124197 
564 28 255 3 2 Cahbrate-2 D Calibrate Calibrate 0.96 ± 0 22 NEG 0.4 ± 0.4 1.0 ± 0.2 2.0 9/24/97 
565 28 310 Shutter Cal-I Cahbrate Cahbrate o OO± 0.00 o.o± 0.0 0.0 ± 0.0 00 9112/97 
566 28 311 6 Calibrate-I Calibrate Calibrate 0.94 ± 0.12 NEG 05±05 0.9± 0.1 1.0 9113/97 
567 28 312 6 Calibrate-2 Cahbrate Calibrate 0.96 ± 0.22 NEG 0.2 ± 0.5 1.0±02 2.2 9113/97 
568 28 313 6 I House-Ext A Wall Shingle Intact Masonite White 0.00 ± 0.10 NEG -04±0.7 0.0 ± 0 I 10 9113/97 
569 28 314 6 I House-Ext B Wall Shingle Intact Masonite White 0.04 ± 0.28 NEG -05 ± 0.8 00±03 2.8 9113/97 
570 28 315 6 I House-Ext C Wall Shingle Intact Masonite White 0.16±01O NEG -03±07 -03 ± 0 7 10.0 9113/97 
571 28 316 6 I House-Ext 0 Wall Shingle Intact Masonite White 001 ± 015 NEG 0.2 ± 0 7 00±02 II 9113/97 
572 28 317 6 I Garage-Ext C Wall ShlDgle Intact Masonite White 002 ± 010 NEG 0.3 ± 0.8 OO±O.I 27 9113/97 
573 28 318 6 I Garage-Ext. A Wall Shingle Intact Masonite White 0.17±0.10 NEG -03 ± 0.8 -0.3 ± 0.8 100 9113/97 3 
574 28 319 6 1 Porcb-2-Ext A Porch Columns Intact Wood White »5.0:1: 1.00 POS 21.4:1: 3.0 21.4 ± 3.0 8.4 9/13/97 3 
575 28 320 6 I Porch-2-Ext A Porch Columns Intact Wood White 0.68 ± 0.16 NEG 0.5 ± 0.4 0.7 ± 0.2 18 9/13/97 
576 28 321 6 1 Porcb-2-Ext A Porch Trim-Upr Intact Wood White »5.0:1: 1.00 POS 20.4 ± 3.0 20.4:1: 3.0 6.4 9/13197 
577 28 322 6 1 Porch-2-Ext A Porch Trim-Upr Intact Wood White »5.0 ± 1.00 POS 23.6 ± 3.3 23.6:1: 3.3 9.7 9/13197 
578 28 323 6 I Garage-Ext. A Gutter Gutter Intact Metal White 0.03 ± 0.10 NEG 0.0 ± 0 6 O.O±O.I 5.6 9113/97 
579 28 324 6 I Garage-Ext. A Gutter Gutter Intact Metal White 0.00 ± 0.13 NEG 02±06 O.O±O.I 1.0 9113/97 
580 28 325 6 I Garage-Ext. A Garage Downspout Intact Metal White 0.00 ± 0.10 NEG -0.3 ± 0.6 O.O± 0.1 1.0 9113/97 
581 28 326 6 I Garage-Ext. A Garage Downspout Intact Metal White 0.00 ± 0.10 NEG 0.2 ± 0.5 O.O±O.I 1.0 9/13/97 
582 28 327 6 1 Porch-2-ExL A Porch Trim-Lwr Intact Wood White »5_0:1: 1.00 POS 22.9:1: 3.1 22_9:1: 3.1 10_0 9/13197 
583 28 328 6 1 Porch-2-Ext. A Porch Trim-Lwr Intact Wood White »5_0:1: 1.00 POS 21.8:1: 3.3 21.8:1: 3.3 10.0 9/13197 
584 28 329 6 1 Porch-2-ExL A Porch Lattice Intact Wood Green »5_0:1: 1.00 POS 20.3:1: 2.9 20_3:1: 2.9 6.3 9/13197 
585 28 330 6 1 Porch-2-ExL A Porch Lattice Intact Wood Green »5_0:1: 1.00 POS 19.8:1: 3.2 19.8:1: 3.2 6.6 9/13197 
586 28 331 6 I Porch-2-Ext. A Porch Awning Intact Metal White 0.00 ± 0.10 NEG 0.2 ± 0.6 00:1: 0.1 1.0 9/13/97 
587 28 332 6 I Porch-2-Ext. A Porch Awning Intact Metal White 0.01 ±O 10 NEG -02 ± 0.6 0.0:1:0 I 1.9 9113/97 
588 28 333 6 I Porch-2-Ext. A Porch Floor Intact Wood Grey 0.69:1: 0.28 NEG 06 ± 0.5 0.7:1: 0.3 3.5 9/13/97 
589 28 334 6 I Porch-2-Ext A Porch Floor Intact Wood Grey 0.69:1: 0.28 NEG I I ± 0.4 0.7:1: 0.3 37 9/13/97 
590 28 335 6 I Garage-Ext. A Garage-Dr Door Intact Fibrgls White 0.01:1: 010 NEG 0.1:1: 0.5 0.0 ± 0.1 10 9113/97 
591 28 336 6 I Garage-Ext A Garage-Dr Door Intact Fibrgls White 0.00 ± 0.10 NEG -0.3:1: 0.6 0.0:1: 0.1 1.0 9/13/97 
592 28 337 6 I Garage-Ext. A Garage-Dr Casing Intact Wood White 001±01O NEG -03 ± 0 6 00±01 1.0 9/13/97 
593 28 338 6 I Garage-Ext A Garage-Dr Casing Intact Wood White 0.Q3 ± 0.10 NEG 08±04 0.0:1: 0.1 10 9113/97 
594 28 339 6 1 Garage-Ext. A Garage-Dr Casing Intact Wood White »5.0:1: 1.00 POS 21.0:1: 3.2 21.0:1: 3.2 10.0 9/13/97 
595 28 340 6 1 Garage-ExL A Garage-Dr Casing Intact Wood White »5.0:1: 1.00 POS 20.0:1: 2.9 20.0:1: 2.9 10.0 9/13/97 
596 28 341 6 I Garage-Ext. A Garage-Dr Jamb Intact Wood White 0.01 ± 0.10 NEG 0.1 ± 0 8 00:1:01 1.0 9/13/97 
597 28 342 6 I Garage-Ext. A Garage-Dr Jamb Intact Wood White 000±01O NEG -0.6 ± 0.6 00:1: 0.1 1.0 9113/97 
598 28 343 6 1 House-Ext C Window Stool Poor Wood White 0.66:1: 0.62 POS 4.5:1: 1.1 4.5:1: 1.1 3.2 9/13/97 
599 28 344 6 1 House-Ext C Window Stool Poor Wood Wbite 0.31:1: 0.19 POS 2.3:1: 0.6 2.3:1:0.6 2.0 9/13/97 
600 28 345 6 1 House-Ext C Window Casing Poor Wood White 1.28:1: 0.68 POS 3.5:1:0.9 3.5±0.9 3.6 9/13/97 
601 28 346 6 1 House-Ext C Window Casing Poor Wood White 2.72:1: 3.38 POS 9.9:1:2.4 9.9:1:2.4 4.0 9/13197 
602 28 347 6 1 House-Ext C Window Sash-Ext Poor Wood Wbite »5_0:1: 1.00 POS 16.0:1: 2.9 16.0:1: 2_9 10.0 9/13/97 
603 28 348 6 1 House-Ext C Window Sash-Ext Poor Wood White »5.0:1: 1.00 POS 21.4:1:2.8 21.4:1: 2.8 9.1 9/13/97 
604 28 349 6 1 House-Ext C Window Trougb Poor Wood White »5.0:1: 1.00 POS 20.7:1: 3.2 20.7:1: 3.2 6.2 9/13/97 
605 28 350 6 1 House-Ext C Window Trough Poor Wood White »5_0:1: 1.00 POS 19.9:1:3.0 19.9:1: 3.0 8.7 9/13197 
606 28 351 6 1 House-Ext C Window Mullion Poor Wood White 1.48:1: 2.47 POS 15_7:1: 2.5 15.7:1: 2.5 7.4 9/13/97 
607 28 352 6 1 House-Ext C Window Mullion Poor Wood White 0.38:1: 0.65 POS 8.3:1:2.1 8.3:1: 2.1 2.5 9/13/97 , 0 ........ ""---1:'''' .. r ~10 ...... "" ... _'v; ...... ~Ql>h_Jj" ... t 0"'1>'- Wn. .... d t:.r~Dn ......... .c:::0.11\1\ Prl<: *,14-,n /.;;1.+'0 ,r. Q/11/Q"7 
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No Site XLNo Insp FIr Room Sidle Strc Feat Cnd Sub CIr PbL(mg/cm') RES PbK Combined DI Date Not" 
610 28 355 6 I House-Ext C House Downspout Poor Metal White 0.02 ± 0.10 NEG -0 I ±09 O.O±O I 10 9/13/97 
611 28 356 6 I House-E):t C House Downspout Poor Metal White 001±0.19 NEG -0.1 ± 0 8 00±02 10 9113/97 
612 28 357 6 I House-E"t C House Elec-Panel Poor Metal White »5.0± 1.00 POS 13.2 ± 2.7 13.2 ± 2.7 4.9 9/13197 
613 28 358 6 I House-E"t C House Elec-Panel Poor Metal White »5.0± 1.00 POS 13.5 ± 2.8 13.5 ± 2.8 6.1 9/13/97 
614 28 359 6 1 House-E"t C House Elec-condu. Poor Metal White »5.0 ± 1.00 POS 13.0 ± 2.7 13.0± 2.7 10.0 9/13197 
615 28 360 6 I I1'ouse-E"t C 1I0use Elec-cond u. Poor Metal White »5.0 ± 1.00 POS 17.2±3.1 17.2±3.1 10.0 9/13197 
616 28 361 6 I House-E):t C Cellar Wmdow Poor Metal White 008 ± 016 NEG -03 ± 0 9 01±02 18 9/13/97 
617 28 362 6 I Illouse-E>:t C Cellar Window Poor Metal White 0.06 ± 0.10 NEG 0.1 ± I 0 01 ± 0 I 1.2 9/13/97 
618 28 363 6 I Porch-I-Ext. B Porch Columns Poor Wood White »5.0± 1.00 POS 19.9 ± 2.9 19.9 ± 2.9 8.2 9/13197 
619 28 364 6 I Porch-I-Ext. B Porch Columns Poor Wood White »5.0± 1.00 POS 26.0±3.5 26.0± 3.5 10.0 9/13197 
620 28 365 6 I Porch-I-E:~t. B Wall Wall Intact Wood White 0.00 ± 0 20 NEG 0.1 ± 0.6 0.0 ± 0.2 1.0 9/13/97 
621 28 366 6 I Porch-I-Ext. B Wall Wall Intact Wood White OOO±O.IO NEG -0.5 ± 0.7 OO± 0.1 10 9/13/97 
622 28 367 6 I Porch-I-Ext B Screen-door Door Intact Wood Green 0.33 ± 0.24 NEG -02 ± 0.3 -02 ± 0.3 10.0 9113/97 
623 28 368 6 I Porch-I-Ext B Screen-door Door Intact Wood Green 0.04 ± 0.10 NEG 0.0 ± 0 6 00±01 2.9 9113/97 
624 28 369 6 I Porch-I-Ext B Screen-door Casmg Intact Wood Green 004±0.10 NEG -0.1 ± 0 6 O.O± 0.1 10 9113/97 
625 28 370 6 I Porch-I-Ext. B Screen-door Casing Intact Wood Green »5.0± 1.00 POS 24.1 ± 3.3 24.U3.3 9.1 9113197 
626 28 37J 6 I Porch-I-Ext. B Screen-door Casing Intact Wood Green 3.05±3.05 POS 20.0 ± 3.1 20.0± 3.1 2.3 9/13197 
627 28 372 6 I Porch-I-Ext. B Screen-door Jamb Intact Wood Green »5.0± 1.00 POS 23.5±3.0 23.5±3.0 4.6 9/13197 
628 28 373 6 I Porch-I-Ext. B Screen-door Jamb Intact Wood Green »5.0± 1.00 pOS 21.6 ± 2.9 2I.6± 2.9 6.1 9/13197 
629 28 374 6 I Porch-I-Ext. B Porch Lattice Intact Wood Green 0.03 ± 0.10 NEG 0.0 ± 0.6 0.0 ± 0.1 10 9/13/97 
630 28 375 6 I Porch-I-Ext B Porch Lattice Intact Wood Green 004±0.10 NEG 01 ±0.6 0.0 ± 0.1 10 9/13/97 
631 28 376 6 I Porch-I-Ext. B Porch Lattice Intact Wood Green »5.0 ± 1.00 pOS 18.8 ± 3.1 18.8 ± 3.1 5.3 9/13197 
632 28 377 6 I Porch-I-Ext. B Porch Lattice Intact Wood Green »5.0± 1.00 POS 17.9 ± 3.0 17.9 ± 3.0 4.4 9/13197 
633 28 378 6 I Porch-I-Ext. B Porch Floor Intact Concrte Grey 054±0.21 NEG 0.5 ± 0 5 05 ± 0.2 3.1 9113/97 
634 28 379 6 I Porch-I-Ext B Porch Floor Intact Concrte Grey 014±0.12 NEG 0.6 ± 0 4 0.1 ± 0.1 25 9113/97 
635 28 380 6 I Porch-I-Ext. B Porch Awning-3 Intact Metal White 0.14 ± 0.10 POS 2.2 ± 0.5 2.2 ± 0.5 10.0 9/13197 
636 28 38J 6 I Porch-I-Ext. B Porch Awning-3 Intact Metal White 0.43 ± 0.42 POS 2.9 ± 1.0 2.9 ± 1.0 9.4 9/13197 
637 28 382 6 I Porch-I-Ext. B Porch Awning-2 Intact Metal White 000 ± 0.10 NEG -0.3 ± 0.6 0.0 ± 0.1 1.0 9/13/97 
638 28 383 6 I Porch-I-Ext. B Porch Awnmg-2 Intact Metal White OOO±O 10 NEG -0.3 ± 0 5 00±01 10 9/13/97 
639 28 384 6 I Porch-I-E:~t B Porch Awning-I Intact Metal White 002 ± 0.10 NEG 0.4 ± 0.3 00±01 6.1 9/13/97 
640 28 385 6 I Porch-I-Ext B Porch Awning-I Intact Metal WhIte OOO±O.IO NEG 0.2 ± 0 6 00±01 10 9113/97 
641 28 386 6 I Porch-I-Ext. C Porch Awning Intact Metal White 2.37 ± 3.72 POS 5.1 ± 1.8 5.1 ± 1.8 4.7 9/13/97 
642 28 387 6 I Po rch-I-Ext. C Porch Awning Intact Metal Wbite 1.46 ± 1.06 POS 5.5 ± 1.3 5.5 ± 1.3 4.3 9/13197 
643 28 388 6 I Porch-I-E:(t. A Porch Awning Intact Metal White 002±0.10 NEG -0 I ± 0.7 O.O±O I 2.8 9/13/97 
644 28 389 6 I Porch-I-Ext. A Porch Awning Intact Metal White 010±010 NEG 0.0 ± 0 7 O.O± 07 10.0 9113/97 
645 28 390 6 I Porch-I-Ext. A Porch Trim-Upr Peeling Wood White 3.59 ± 2.51 POS 21.6 ± 3.3 21.6 ± 3.3 8.1 9113197 
646 28 391 6 I Porch-I-Ext. A Porch Trim-Upr Peeling Wood White 3.34 ± 2.76 POS 20.4 ± 3.0 20.4 ± 3.0 10.0 9/13197 
647 28 392 6 I Garage-Int A Garage Wall Intact Drywall White 005 ± 0.24 NEG -10±0.7 0.1 ±0.2 3.9 9/13/97 
648 28 393 6 I Garage-Int 0 Garage Wall Intact Drywall White 0.00 ± 0.17 NEG -0.6 ± 0.7 00±02 1.0 9/13/97 
649 28 394 6 I Garage-Int. 0 Garage Pegboard Intact Wood Wh,te 0.01 ±O 10 NEG -0.4 ± 0 7 OO± 0.1 1.0 9113/97 
650 28 395 6 I Garage-Int. 0 Garage Pegboard Intact Wood WhIte 004±0.10 NEG -05 ± 0 6 O.O± 0 I 6.6 9113/97 
651 28 396 6 I Garage-Int. B Garage Shelf Intact Metal White o 19±0.1I NEG 0.3 ± 0 9 02± 0.1 1.0 9/13/97 
652 28 397 6 I Garage-Int. B Garage Shelf Intact Metal White 0.23 ± 0.10 NEG 0.0 ± 0 8 0.2 ± 0.1 1.1 9/13/97 
653 28 398 6 I Garage-Int. C Garage Wrkbench Intact Wood White 000 ± 0.10 NEG 0.2 ± 0 5 OO±O.I 1.0 9/13/97 
654 28 399 6 I Garage-Int. C Garage Wrkbench Intact Wood White 0.01 ± 0.26 NEG 0.0 ± 0 6 0.0 ± 0 3 1.0 9/13/97 
655 28 400 6 I Garage-Int. C Garage Ovrhd-rack Intact Wood White 0.00 ± 0.10 NEG -02 ± 0.6 0.0 ± 0 I 1.0 9/13/97 
656 28 401 6 I Garage-Int. B Garage Ovrhd-rack Intact Wood White OOO±O.IO NEG -0.4 ± 0.7 O.O± 0 I 1.0 9/13/97 
657 28 402 6 I Garage-Int. B Garage Lt.-Fixture Intact Metal Green 0.37 ± 0.21 NEG 1.1 ± 0.5 04 ± 0.2 4.1 9/13/97 
658 28 403 6 I Garage-Int. B Garage Lt.-Fixture Intact Metal Green 0.00 ± 0.15 NEG -0 I ± 0 7 00 ± 0.2 10 9/13/97 
659 28 404 6 I Garage-Int. B Garage Wall Intact Brick White 020 ± 010 NEG -05 ± 0.9 -05 ± 0.9 10.0 9/13/97 
660 28 405 6 I Garage-Int. B Garage Wall Intact Brick White 0.01 ±O 12 NEG 0.1 ± 0.9 0.0 ± 0.1 1.0 9/13/97 
661 28 406 6 I Garage-Int. A Door Door Intact Wood White 000±0.19 NEG 0.1 ± 0.7 00 ± 0.2 1.0 9/13/97 
662 28 407 6 I Garage-Int A Door Door Intact Wood White 000±010 NEG -0.3 ± 0 7 00±01 10 9/13/97 
663 28 408 6 I Garage-Int. A Door Door Intact Wood White 0.03 ± 016 NEG 0.8 ± 0 4 0.0 ± 0 2 17 9113/97 
664 28 409 6 1 Gnrage-Int. C Door Door Intact Wood Wbite »5.0 ± 1.00 POS 17.7 ± 2.9 17.7 ± 2.9 2.1 9/13/97 
665 28 410 6 1 Gnrage-hlt. C Door Door Intact Wood White »5.0 ± 1.00 POS 13.8 ± 2.6 13.8 ± 2.6 2.8 9/13/97 
666 28 411 6 1 Gnrage-Int. C Door Jamb Intact Wood White »5.0 ± 1.00 POS 19.4 ± 3.0 19.4 ± 3.0 2.9 9/13197 
667 28 412 6 1 Gnrage-Int. C Door Jamb Intact Wood White »5.0± 1.00 POS 15.7 ± 2.7 15.7202.7 3.9 9113197 
668 28 413 6 I House-Ext C Door Threshold Intact Wood White 0.03 ± 0.10 NEG -0.4 ± 0.7 00 ± 0.1 1.0 9/13/97 
669 28 414 6 I House-E~:t C Door Threshold Intact Wood White 001±0.1O NEG -O.H 0.8 O.O±O I 1.0 9/13/97 
670 28 415 6 2 House-E,:t C House Facia Intact Wood Wbite »5.0 ± 1.00 POS 25.6 ± 3.4 25.6±3.4 7.4 9/13197 
671 28 416 6 2 House-EU C House Facia Intact Wood Wbite »5.0± 1.00 POS 23.9 ± 3.5 23.9±3.5 7.9 9/13197 
672 28 417 6 2 House-E,:t 0 House Soffit Intact Wood White 1.68 ± 1.50 POS 27.3 ± 3.3 27.3 ±3.3 10.0 9/13197 
673 28 418 6 2 House-Eu 0 House Soffit Intact Wood White 3.12 ± 2.98 pas 19.3 ± 3.1 19.3 ± 3.1 10.0 9/13/97 
674 28 419 6 2 House-E,:t 0 House Gutter Intact Metal White 0.03 ±0.46 POS 5.8 ± 1.8 5.8 ± 1.8 1.4 9/13197 
675 28 420 6 2 House-Ext 0 House Gutter Intact Metal White 0.05 ± 0 28 NEG -0.2 ± 0.8 0.1 ± 0.3 3.1 9/13/97 
676 28 421 6 2 House-Ext 0 House Gutter Intact Metal White 002 ± 0 22 NEG -0 I ± 0 8 00 ± 0.2 22 9/13/97 
677 28 422 6 2 House-E~.t 0 House Gutter Intact Metal White 002 ± 010 NEG 03±07 00±01 10 9/13/97 

626 
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Range5 (NEG<INC<POS): Device PCS 

No Site XLNo Insp FIr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 

678 28 423 6 2 Calibrate-I Calibrate Calibrate 093 ± 012 NEG 0.3 ± 0 5 09 ± 0.1 1.0 9/13/97 

679 28 424 6 2 Calibrate-2 Calibrate Calibrate 1.00 ± 0.23 POS 0.8± 0.4 1.0± 0.2 2.3 9113/97 

680 28 425 6 2 Room-l A Ceiling Ceilmg Intact Drywall Beige 004±010 NEG 02±04 O.O±O I 13 9/13/97 

681 28 426 6 2 Room-I A Ceiling Ceiling Intact Drywall Beige 010 ± 0 32 NEG 00±06 0.1 ± 0 3 2.6 9/13/97 

682 28 427 6 2 Room-I A Ceiling Crown-mold Intact Wood Beige 015±021 NEG 0.4 ± 0.4 0.2 ± 0.2 7.7 9/13/97 

683 28 428 6 2 Room-I A Ceiling Crown-mold Intact Wood Beige 0.09 ± 040 NEG -0.2 ± 0.6 01 ± 0.4 3.6 9/13/97 

684 28 429 6 2 Room-I D Closet Ceiling Intact Drywall Beige 0.11 ± 0 29 NEG 0.0 ± 0.6 01 ± 0.3 2.8 9/13/97 

685 28 430 6 2 Room-I D Closet Ceiling Intact Drywall Beige 0.06 ± 0.18 NEG -0.6 ± 0.8 0.1 ± 0.2 1.6 9/13/97 

686 28 431 6 2 Room-2 D Closet Ceiling Intact Drywall Beige 0.08± 0.15 NEG 0.4 ± 0.4 0.1 ± 0.2 28 9/13/97 

687 28 432 6 2 Room-2 D Closet Ceiling Intact Drywall Beige 0.02 ± 0.10 NEG 0.2 ± 0.6 OO±O.I 10 9/13/97 

688 28 433 6 2 Room-2 D CeIling Ceiling Intact Drywall Beige 0.05 ± 0 34 NEG -0.1 ± 0.6 01 ± 0.3 2 I 9/13/97 

689 28 434 6 2 Room-2 D CeilIng Ceiling Intact Drywall Beige 0.18 ± 0.42 INCOM -0.2 ± 0 6 02 ± 0.4 5.8 9/13/97 

690 28 435 6 2 Room-2 D Ceilmg Ceiling Intact Drywall Beige 005 ± 0 22 NEG -06±07 0.1 ±02 18 9/13/97 

691 28 436 6 2 Room-2 D Ceiling Crown-mold Intact Wood Beige 009±01O NEG -02 ± 0 7 -0.2 ± 0.7 100 9/13/97 

692 28 437 6 2 Room-2 D Ceiling Crown-mold Intact Wood Beige 0.01±010 NEG 0.6 ± 0.4 O.O±O I 1.0 9113/97 

693 28 438 6 2 Room-3 D Ceiling Crown-mold Intact Wood Beige 0.08 ± 0.29 NEG 0.2 ± 0 6 01 HI.3 48 9/13/97 

694 28 439 6 2 Room-3 D Ceiling Crown-mold Intact Wood Beige 0.03 ± 0.26 NEG -0.3 ± 0 7 00 ± 0.3 2.5 9113/97 

695 28 440 6 2 Room-3 D Ceiling Ceiling Intact Drywall Beige 0.05 ± 0.29 NEG 0.2 ± 0.5 0.1 ± 0.3 2.9 9/13/97 

696 28 441 6 2 Room-3 D Ceiling Ceiling Intact Drywall Beige 0.02 ± 0.10 NEG 0.2 ± 0.7 O.O±O.I 1.0 9/13/97 

697 28 442 6 2 Room-3 B Closet Ceiling Intact Drywall Beige 0.09±029 NEG 0.2± 0.6 0.1 ± 0.3 4.7 9/13/97 

698 28 443 6 2 Room-3 B Closet Ceiling Intact Drywall Beige 006 ± 0.40 NEG 0.1 ± 0.7 0.1 ± 0.4 2.7 9/13/97 

699 28 444 6 2 Bath-2 B Ceiling Ceiling Intact Drywall Beige 0.51 ± 0.22 NEG -0.1 ± 0.4 0.5 ± 0.2 34 9/13/97 

700 28 445 6 2 Bath-2 B Ceiling Ceiling Intact Drywall Beige 0.56±0.19 NEG 0.5 ± 0.4 o 6± 0.2 2.7 9/13/97 

701 28 446 6 2 Bath-3 B Ceiling Ceiling Intact Drywall Beige 0.20 ± 0.18 NEG 04 ± 0.4 02±02 34 9/13/97 

702 28 447 6 2 Bath-3 B Ceiling Ceiling Intact Drywall Beige 0.13±025 NEG -0.1 ± 0 7 0.1 ± 0 3 2.3 9113/97 

703 28 448 6 2 Hall-4 C Ceiling Ceiling Intact Drywall Beige 0.01 ± 0.16 NEG -0.3 ± 0 7 00 ± 0.2 10 9/13/97 

704 28 449 6 2 Hall-4 C Ceiling Ceiling Intact Drywall Beige 003 ± 0.26 NEG -0.1 ± 0.7 00 ± 0.3 I.S 9113/97 

705 28 450 6 2 Hall-4 A Closet-2 Ceiling Intact Drywall Beige 011 ± 0.28 NEG 0.0 ± 0.7 01 ± 0.3 2.4 9/13/97 

706 28 451 6 2 Hall-4 A Closet-2 Ceiling Intact Drywall Beige 006±0 14 NEG -07 ± 0 8 0.1 ±O I 1.4 9113/97 

707 28 452 6 2 Hall-4 A Closet-I Ceiling Intact Drywall Beige 0.07±0 14 NEG -02±08 0.1 ± 0 I 1.4 9/13/97 

708 28 453 6 2 Hall-4 A Closet-I Ceiling Intact Drywall Beige 0.05 ± 0 II NEG 0.2 ± 0 6 0.1 ±O.I 1.2 9/13/97 

709 28 454 6 2 Hall-4 C Stairwell Ceiling Intact Drywall Beige 0.16±031 NEG 0.1 ±04 0.2 ±O 3 6.1 9/13/97 

710 28 455 6 2 Hall-4 C Stairwell Ceiling Intact Drywall Beige 009 ± 0.43 NEG -0.1 ± 0.7 0.1 ± 0.4 32 9/13/97 

711 28 456 6 2 Cal ibrate-I Calibrate Calibrate 097±0.\3 NEG 02 ± 0.5 1.0 ± 0.1 10 9/13/97 

712 28 457 6 2 Calibrate-2 Calibrate Calibrate 0.94 ± 0.21 NEG 0.7 ± 0 4 0.9 ± 0.2 2 I 9/13/97 

713 28 256 2 Shutter Cal-I Calibrate Calibrate OOO±OOO OO±OO 0.0 ± 0 0 0.0 9/24/97 

714 28 257 3 2 Calibrate-I Calibrate Calibrate 1.07 ± 0.15 POS 0.5± 0.5 1.1 ± 0.2 1.1 9/25/97 

715 28 258 3 2 Cahbrate-2 Calibrate CalIbrate 0.92±021 NEG 0.7 ± 0 4 0.9 ± 0 2 1.9 9/25/97 

716 28 259 3 2 Room-3 B Window-I Apron Intact Wood Beige 1.10 ± 0.41 POS 1.1 ± 0.5 1.1 ± 0.4 4.2 9125/97 

717 28 260 3 2 Room-3 B Window-2 Apron Intact Wood Beige 0.81 ± 0.17 POS 1.4 ± 0.4 1.4 ± 0.4 2.7 9/25/97 

718 28 261 3 2 Room-3 C Window-3 Stool Intact Wood Beige 0.02 ± 0.20 NEG 0.2 ± 0 8 0.0 ± 0.2 1.0 9/25/97 

719 28 262 3 2 Room-3 B Window-2 Stool Intact Wood Beige 0.93 ± 0.42 NEG 1.\±05 0.9 ± 0 4 45 9/25/97 

720 28 263 3 2 Room-3 B Window-I Casing Intact Wood Beige 091 ± 0.37 NEG 1.\±05 0.9 ± 0 4 4.1 9/25/97 

721 28 264 3 2 Room-3 B Window-2 Casing Intact Wood Beige 0.77 ± 0.25 NEG 0.7 ± 0.5 0.8 ± 0.3 28 9/25/97 

722 28 265 3 2 Room-3 C Window-3 Sash Fair Wood Beige 1.02 ± 0.58 POS 3.3 ± 0.9 3.3 ± 0.9 3.0 9125/97 

723 28 266 3 2 Room-3 B Window-2 Sash Fair Wood Beige 1.47 ± 1.11 POS 4.6 ± 1.4 4.6 ± 1.4 3.9 9125/97 

724 28 267 3 2 Room-3 B Window-2 Trough Poor Wood Beige 1.80± 1.85 POS 19.5 ± 3.4 19.5 ± 3.4 3.7 9/25/97 

725 28 268 3 2 Room-3 B Window-2 Trough Poor Wood Beige 3.24 ± 2.86 POS 10.5 ± 2.7 10.5 ± 2.7 3.6 9/25/97 

726 28 269 3 2 Room-3 B Window-I Mullion Fair Wood Beige 1.71 ± 0.85 POS 2.8 ± 1.0 2.8± 1.0 3.6 9/25/97 

727 28 270 3 2 Room-3 C Window-3 Mullion Fair Wood Beige 0.88 ± 0.45 POS 2.0±0.5 2.0±0.5 5.2 9/25/97 

728 28 271 3 2 Room-3 C Closet-I Door Intact Wood Beige 0.69 ± 0 21 NEG 09±04 07±02 24 9/25/97 

729 28 272 3 2 Room-3 C Closet-2 Door Intact Wood Beige 0.65 ± 018 NEG 0.8 ± 0.4 07 ± 0.2 2 I 9/25/97 

730 28 273 3 2 Room-3 C Closet-2 Casmg Intact Wood Beige 0.04 ± 0.29 NEG 0.2 ± 0.7 00 ± 0.3 14 9/25197 

731 28 274 3 2 Room-3 C Closet-I Casmg Intact Wood Beige 0.03 ± 0.34 NEG 0.1 ± 0 8 0.0 ± 0 3 1.8 9/25/97 

732 28 275 3 2 Room-3 C Closet-I Jamb Intact Wood Beige 0.47 ± 0.21 NEG 0.2 ± 0 4 0.5 ± 0.2 2.8 9/25/97 

733 28 276 3 2 Room-3 C Closet-2 Jamb Intact Wood Beige 044±019 NEG 04 ± 0.4 0.4 ± 0 2 2.6 9/25197 

734 28 277 3 2 Room-3 D Closet-2 Baseboard Intact Wood Beige 0.36 ± 0.17 NEG 0.3 ± 0.4 04±0.2 2.5 9/25/97 

735 28 278 3 2 Room-3 A Closet-I Baseboard Intact Wood Beige 0.33 ± 0.19 NEG 06±04 0.3 ± 0.2 2.8 9/25/97 

736 28 279 3 2 Room-3 A Closet-I Floor Intact Wood Varnish 0.00 ± 0.15 NEG 0.2 ± 0.6 0.0 ± 0.2 10 9/25/97 

737 28 280 3 2 Room-3 A Closet-2 Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.2 ± 0.7 O.O± 0.1 10 9/25/97 

738 28 281 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige 007±051 NEG 0.2 ± 0.7 0.1 ± 0.5 2.4 9/25/97 

739 28 282 3 2 Room-3 A Closet-I Shelf Intact Wood Beige 0.20 ± 0.10 NEG -03 ± 0.6 -0.3 ± 0 6 8.9 9/25/97 

740 28 283 3 2 Room-3 A Closet-I Hanger-Rod Intact Metal Beige 0.08 ± 0 26 NEG 04±06 01±03 43 9/25/97 

741 28 284 3 2 Room-3 A Closet-2 Hanger-Rod Intact Metal Beige 0.02 ± 0.10 NEG 03 ± 0.7 O.O±O.I 1.2 9/25/97 

742 28 285 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 0.11 ± 0.26 NEG 01 ± 0 7 0.1 ± 0 3 6.9 9/25/97 

743 28 286 3 2 Room-3 B Closet-I Wall Intact Drywall Beige 002 ± 0.28 NEG 0.1 ± 0.7 00 ± 0.3 18 9/25/97 
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746 28 289 3 2 Room-3 0 Wall Baseboard Intact Wood Beige 030 ± 0.31 NEG 0.7 ± 0.4 0.3 ± 0.3 44 9/25197 
747 28 290 3 2 Room-3 A Wall Baseboard Intact Wood Beige 067 ± 0 64 NEG 09±04 07±06 7.5 9/25/97 
748 28 291 3 2 Room-3 A Floor Floor Intact Wood Varmsh 000±021 NEG 01±06 00±02 10 9/25/97 
749 28 292 3 2 Room-3 0 Floor Floor Intact Wood Varnish OOO±OIO NEG -0 I ± 07 00±01 10 9/25/97 
750 28 293 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Varnish 016±0.1O NEG 0.2 ± 1.0 0.2 ± 1.0 100 9/25/97 
751 28 294 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Varnish 003±010 NEG 0.1 ± 0 8 00±01 5 I 9/25/97 
752 28 295 3 2 Bath-2 A Wall Wall Intact Drywal,1 Beige 0.01 ± 0.33 NEG 0.1 ±06 O.O± 0.3 1.0 9/25/97 
753 28 296 3 2 Bath-2 B Wall Wall Intact Orywalll Beige O.OO±O.IO NEG 0.2 ± 0.6 OO± 0.1 1.0 9/25/97 
754 28 297 3 2 Bath-2 B Door Door Intact Wood Beige 0.63 ± 0.32 NEG 0.6 ± 0 4 0.6 ± 0 3 4.1 9/25/97 
755 28 298 3 2 Bath-2 B Door Door Intact Wood Beige 0.70 ± 0 43 NEG 0.7 ± 0.5 0.7 ± 0.4 53 9/25/97 
756 28 299 3 2 Bath-2 B Door Casing Intact Wood Beige 0.73 ± 0.34 NEG 0.5 ± 0.5 0.7 ± 0.3 4.2 9/25/97 
757 28 300 3 2 Bath-2 B Door Casmg Intact Wood Beige 0.73 ± 0.44 NEG 0.4 ± 0.4 0.7 ± 0.4 5.3 9/25/97 
758 28 301 3 2 Bath-2 B Door Jamb Intact Wood Beige 0.56 ± 0.36 NEG 03±04 06±04 45 9/25197 
759 28 302 3 2 Bath-2 B Door Jamb Intact Wood Beige 0.49 ± 0 25 NEG 06 ± 0.4 05 ± 0.3 33 9/25/97 
760 28 303 3 2 Bath-2 C Window Stool Fair Wood Beige 1.23:1: 0.71 POS 1.5:1:0.5 1.2:1: 0.7 7.0 9125197 
761 28 304 3 2 Bath-2 . C Window Stool Fair Wood Beige 0.93 ± 0.68 NEG 0.9 ± 0.5 0.9 ± 0.7 7.2 9/25/97 
762 28 305 3 2 Bath-2 C Window Stool Fair Wood Beige 0.57 ± 0 67 NEG 08±05 06±07 78 9/25197 
763 28 306 3 2 Bath-2 C Window Casing Fair Wood Beige 1.07:1: 0.86 POS 1.0:1: 0.5 1.0 ± 0.5 8.7 9/25/97 
764 28 307 3 2 Bath-2 C Window Casing Fair Wood Beige 082±0.47 NEG 0.8 ± 0 5 08±05 54 9/25/97 
765 28 308 3 2 Bath-2 C Window Casing Fair Wood Beige 0.15±016 NEG 03±08 02 ± 0.2 1.4 9/25/97 
766 28 309 3 2 Bath-2 C Window Sash Fair Wood Beige 0.84 ± 0.46 NEG 1.l±05 08±05 5.4 9/25/97 
767 28 310 3 2 Bath-2 C Window Sash Fair Wood Beige 0.68:1: 0.27 POS 1.7:1: 0.4 1.7:1: 0.4 4.6 9125197 
768 28 311 3 2 Bath-2 C Window Sash Fair Wood Beige 0.88:1: 0.25 POS 1.4:1: 0.4 1.4:1: 0.4 4.2 9125197 
769 28 312 3 2 Bath-2 C Window Trough Poor Wood Beige 4.13:1: 1.97 POS 23.3:1: 3.9 23.3:1: 3.9 6.1 9/25197 
770 28 313 3 2 Bath-2 C Window Trough Poor Wood Beige 2.69:1: 3.40 POS 23.0:1: 3.6 23.0:1: 3.6 5.5 9125197 
771 28 314 3 2 Bath-2 C Window Mullion Fair Wood Beige 0.45:1: 0.15 POS 1.3:1: 0.3 1.3:1: 0.3 3.0 9125197 
772 28 315 3 2 Bath-2 C Window Mullion Fair Wood Beige 0.57:1: 0.18 POS 1.4:1:0.3 1.4:1: 0.3 3.4 9/25/97 
773 28 316 3 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige 0.00 ± 010 NEG -03±0.7 00±01 10 9125/97 
774 28 317 3 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige OOO± 020 NEG -07±07 00 ± 0.2 10 9/25/97 
775 28 318 3 2 Bath-2 0 Cabinet Door-Ins Intact Wood Beige OOO±O.IO NEG -02±0.7 O.O± 0 I 10 9/25/97 
776 28 319 3 2 Bath-2 0 Cabinet Door-Ins Intact Wood Beige OOO±O.lO NEG -0.5 ± 0.7 O.O± 0.1 10 9125197 
777 28 320 l 2 Bath-2 0 Cabmet Inside Intact Wood Beige 0.00 ± 0.13 NEG -0.4 ± 0.7 00 ± 0.1 1.0 9/25197 
778 28 321 3 2 Bath-2 0 Cabinet Inside Intact Wood Beige OOO±O.IO NEG -0.2 ± 0.6 00±01 1.0 9/25/97 
779 28 322 3 2 Bath-2 0 Cabinet Floor Intact Wood Beige OOO±O.lO NEG -04 ± 0.6 O.O± 0.1 10 9/25/97 
780 28 323 3 2 Bath-2 0 Cabmet Floor Intact Wood Beige 0.00 ± 0.21 NEG -0.4 ± 07 0.0 ± 0.2 10 9/25197 
781 28 324 3 2 Bath-2 0 Cabinet Wall Intact Wood Beige 000 ± 0.10 NEG -0.6 ± 0 6 00±01 1.0 9/25/97 
782 28 325 3 2 Bath-2 0 Cabinet Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.7 ± 0.7 OO±O.I 1.0 9/25/97 
783 28 326 3 2 Bath-l 0 Wall Wall Intact DrywaU Beige 0.13 ± 0 24 NEG -03 ± 0.6 01 ±0.2 2.4 9/25197 
784 28 327 3 2 Bath-3 C Wall Wall Intact Drywall Beige 0.02 ± 0.10 NEG -0.2 ± 0.6 0.0 ± 0.1 1.0 9/25197 
785 28 328 3 2 Bath-3 A Door Door Intact Wood Beige 000 ± 0.10 NEG 0.1 ±0.6 O.O± 0.1 10 9/25/97 
786 28 329 3 2 Bath-3 A Door Door Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0 6 00±01 10 9/25/97 
787 28 330 3 2 Bath-3 A Door Casmg Intact Wood Beige 0.09 ± 0.26 NEG -0.1 ± 0.7 0.1 ±03 2.2 9/25/97 
788 28 331 3 2 Bath-3 A Door Casing Intact Wood Beige 0.24 ± 0.43 NEG 03±04 0.2 ± 0.4 53 9/25/97 
789 28 332 3 2 Bath-3 A Door Jamb Intact Wood Beige 039 ± 0.23 NEG 0.5 ± 0 5 04 ± 0.2 33 9/25/97 
790 28 333 3 2 Bath-3 A Door Jamb Intact Wood Beige 0.52 ± 0 60 NEG 0.7 ± 0 4 0.5 ± 0.6 7.0 9/25/97 
791 28 334 3 2 Bath-3 0 Window Stool Intact Wood Beige 0.37 ± 0.38 NEG 0.5 ± 0.4 0.4 ± 0.4 48 9/25/97 
792 28 335 3 2 Bath-3 0 Window Stool Intact Wood Beige 028 ± 0.32 NEG 0.4 ± 0 4 0.3 ± 0.3 4.3 9/25/97 
793 28 336 3 2 Bath-3 0 Window Casing Intact Wood Beige 0.12 ± 0.15 NEG 0.3 ± 0.4 0.1 ±0.2 2.5 9/25/97 
794 28 337 3 2 Bath-3 0 Window Casing Intact Wood Beige 0.25 ± 0.27 NEG 05±04 0.3 ± 0.3 3.9 9/25/97 
795 28 338 3 2 Bath-3 D Window Sash Intact Wood Beige 0.39:1: 0.21 POS 1.6:1: 0.4 1.6:1:0.4 4.5 9125197 
796 28 339 3 2 Bath-3 D Window Sash Intact Wood Beige 1.06:1: 0.83 POS 3.3 ± 1.1 3.3:1: 1.1 10.0 9125197 
797 28 340 3 2 Bath-3 D Window Trough Poor Wood Beige 4.28:1: 1.82 POS 23.6:1: 3.8 23.6:1: 3.8 10.0 9125/97 
798 28 341 3 2 Bath-3 D Window Trough Poor Wood Beige 4.34:1: 1.76 POS 24.7:1: 4.2 24.7:1: 4.2 6.2 9/25197 
799 28 342 3 2 Bath-3 D Window Mullion Fair Wood Beige 0.46 ± 0.17 POS 1.4:1:0.3 1.4:1: 0.3 3.4 9/25197 
800 28 343 3 2 Bath-3 D Window Mullion Fair Wood Beige 0.48± 0.22 POS 1.3 * 0.3 1.3:1: 0.3 4.4 9/25197 
801 28 344 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0 7 0.0 ± 0.1 1.0 9/25/97 
802 28 345 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 0.00 ± 019 NEG -06 ± O.S 00±02 10 9/25/97 
S03 28 346 3 2 Bath-3 B Cabinet Door-Ins Intact Wood Beige 0.00 ± 010 NEG -02 ± 0.8 0.0 ± 0.1 10 9/25/97 
804 28 347 3 2 Bath-3 B Cabinet Door-Ins Intact Wood Beige 000±0.19 NEG -0.1 ±0.7 00±02 10 9/25/97 
805 28 348 3 2 Bath-3 B Cabinet InSIde Intact Wood Beige 0.00 ± 010 NEG -0.9±06 o O± 0.1 10 9/25/97 
S06 28 349 3 2 Bath-3 B Cabinet Inside Intact Wood Beige 0.00 ± 010 NEG -0.2 ± 0.6 O.O±O I 10 9/25/97 
807 28 350 3 2 Bath-3 B Cabinet Floor Intact Wood Beige om ± 0 29 NEG -03±06 00±03 1.0 9/25/97 
808 28 351 3 2 Bath-3 B Cabinet Floor Intact Wood Beige 0.00 ± 015 NEG -0.7 ± 0.7 00±02 1.0 9/25/97 
809 28 352 3 2 Bath-3 B Cabinet Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.3±06 o O± 0.1 1.0 9/25/97 
810 28 353 3 2 Bath-3 B Cabinet Wall Intact Wood Beige 0.00 ± 010 NEG -0.6±06 0.0 ± 0.1 10 9/25/97 
81 I 28 354 3 2 Hall-4 B Wall Wall Intact Drywall Beige 005±0.10 NEG 04±OS 01 ±O I 49 9/25/97 
812 28 355 3 2 Hall-4 C Wall Wall Intact Drywall Beige 011 ± OAO NEG 00±06 0.1 ± 0 4 42 9/25/97 
SI3 28 356 3 2 Hall-4 C Wall-Lwr Wall Intact Drywall Beige 004±031 NEG 0.0 ± 0.7 00±03 25 9/25/97 

628 
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814 28 357 3 2 Hall-4 D Wall-Lwr Wall Intact Drywall Beige 0.02 ± 015 NEG -05 ± 0 7 00 ± 0.2 10 9/25/97 

815 28 358 3 2 Hall-4 A Door-I Door Intact Wood BeIge 059 ± 0 28 NEG 0.2 ± 0 4 06±03 36 9/25/97 

816 28 359 3 2 Hall-4 B Door-2 Door Intact Wood BeIge 037 ± 0.23 NEG 0.7 ± 04 04±02 33 9125/97 

817 28 360 3 2 Hall-4 B Door-3 Casing Intact Wood Beige 0.63 ± 0 33 NEG 0.2 ± 0 4 06±03 4 I 9/25/97 

818 28 361 3 2 Hall-4 C Door-4 Casing Intact Wood Beige 058 ± 0 31 NEG 0.7 ± 0.5 06±03 40 9/25/97 

819 28 362 3 2 Hall-4 D Door-6 Jamb Intact Wood Beige 047±0.17 NEG 0.3 ± 0 4 0.5 ± 0.2 23 9/25/97 

820 28 363 3 2 Hall-4 B Door-2 Jamb Intact Wood Beige 0.47 ± 0.30 NEG 0.0 ± 0 4 05 ± OJ 4.0 9/25/97 

821 28 .364 3 2 Hall-4 C Door-4 Door Intact Wood Beige 0.00±010 NEG 0.0 ± 0.6 O.O±O I 1.0 9/25/97 

822 28 .365 3 2 Hall-4 C Door-4 Door Intact Wood Beige O.OO±O.IO NEG OJ ± 0 4 O.O±O.I 1.0 9/25197 

823 28 .366 3 2 Hall-4 A Door-5 Door Intact Wood Beige 0.62 ± OJ3 NEG OJ ± 0 4 06 ± OJ 4.1 9/25197 

824 28 367 3 2 Hall-4 A Door-5 Door Intact Wood Beige 0.68 ± 0.29 NEG OJ ± 0 4 07 ± 0.3 36 9/25197 

825 28 368 3 2 Hall-4 D Window Stool Fair Wood Beige 007±047 NEG 0.0 ± 0.8 0.1 ± 0.5 2.7 9/25197 

826 28 369 3 2 Hall-4 D Window Stool Fair Wood Beige 0.05 ± 0.27 NEG 0.6 ± 0.4 0.1 ± 0 3 2.8 9/25197 

827 28 .370 3 2 Hall-4 D Window Casing Fair Wood Beige 0.61 ±044 NEG 02 ± 0.5 0.6 ± 04 5.7 9/25197 

828 28 .371 3 2 Hall-4 D Window Casing Fair Wood Beige 0.56±021 NEG 08 ± 0.4 06 ± 0.2 2.7 9125197 

829 28 .)72 3 2 lIall-4 D Window Sash Fair Wood Beige .0.93 ±0.70 POS 3.9± 1.0 3.9 ± 1.0 3.9 9(25197 

830 28 .)73 3 2 lIall-4 D Window Sash Fair Wood Beige 0.56± 0.55 POS 4.5 ± 1.4 4.5 ± 1.4 2.7 9(25/97 

831 28 ;)74 3 2 lIall-4 D Window Mullion Fair Wood Beige 0.68 ± 0.32 POS 2.5±0.8 2.5± 0.8 2.3 9(25197 

832 28 ;)75 3 2 lIall-4 D Window Mullion Fair Wood Beige 1.00 ± 0.27 POS 2.0± 0.5 1.0± 0.3 2.6 9(25197 

833 28 376 3 2 Hall-4 A Closet-l Door Intact Wood Beige 0.09 ± OJI NEG o O± 0.6 0.1 ± OJ 1.9 9/25197 

834 28 377 3 2 Hall-4 A Closet-l Door Intact Wood Beige 007 ± 0.\3 NEG 0.2 ± 0 6 0.1 ± 0.1 1.3 9/25197 

835 28 378 3 2 Hall-4 A Closet-I Casing Intact Wood Beige 0.05±0 10 NEG 02 ± 0.5 O.l±O.1 1.0 9/25197 

836 28 379 3 2 Hall-4 A Closet-I Jamb Intact Wood Beige 0.06±0.10 NEG 0.2 ± 0.7 0.1 ±O.I 1.0 9/25197 

837 28 .380 3 2 Hall-4 A Closet-I Jamb Intact Wood Beige 014±019 NEG -05 ± 0.7 0.1 ± 0.2 1.5 9125197 

838 28 381 3 2 Hall-4 A Closet-I Baseboard Intact Wood Beige 003 ± 0 23 NEG -0.3 ± 0.7 00 ± 0.2 II 9/25197 

839 28 382 3 2 Hall-4 A Closet-I Baseboard Intact Wood Beige 006 ± OJO NEG 0.2 ± 0 5 01 ± OJ 2.0 9/25197 

840 28 383 3 2 Hall-4 A Closet-I Floor Intact Wood Varnish 007 ± 0.10 NEG -05 ± 0 6 0.1 ± 0.1 43 9/25197 

841 28 384 3 2 Hall-4 A Closet-I Floor Intact Wood Varnish OOO±O 10 NEG -OJ ± 0 8 0.0 ±O I 1.0 9/25/97 

842 28 385 3 2 Hall-4 A Closet-I Shelf Intact Wood Beige O.OO±O 17 NEG 02 ± 0.5 00 ± 0.2 1.0 9/25197 

843 28 386 3 2 Hall-4 A Closet-I Shelf Intact Wood Beige 0.01 ± 0.25 NEG 0.0 ± 0.7 00 ± 0.3 10 9/25/97 

844 28 387 3 2 Hall-4 A Closet-I Wall Intact Drywall Beige 0.17 ± 0 24 NEG 0.3 ± 0.7 02 ± 0.2 2.4 9125/97 

845 28 388 3 2 Hall-4 A Closet-I Wall Intact Drywall Beige 0.12 ± 0.17 NEG 0.1 ± 0.6 0.1 ± 0.2 20 9125197 

846 28 389 3 2 Hall-4 B Closet-2 Door Intact Wood Beige 0.08 ± 0.27 NEG 0.2 ± 0 5 01 ± 0.3 2.3 9125197 

847 28 390 3 2 Hall-4 B Closet-2 Door Intact Wood Beige 0.24 ± 0.20 NEG 0.5 ± 0.4 0.2 ± 0.2 30 9/25/97 

848 28 391 3 2 Hall-4 B Closet-2 Casing Intact Wood Beige 0.04 ± 0.34 NEG 0.1 ± 06 00±03 15 9/25/97 

849 28 392 3 2 Hall-4 B Closet-2 Casing Intact Wood Beige 0.03 ± 0.\0 NEG 0.1 ± 0.7 O.O± 0 I 10 9/25197 

850 28 393 3 2 Hall-4 B Closet-2 Jamb Intact Wood Beige o 16 ± 0.28 NEG 02±04 02 ± 0.3 34 9125197 

851 28 394 3 2 Hall-4 B Closet-2 Jamb Intact Wood Beige 0.17 ± OJO NEG 0.1 ± 0.4 0.2 ± OJ 35 9/25197 

852 28 395 3 2 Hall-4 C Closet-2 Baseboard Intact Wood Beige 0.03±0.10 NEG 0.3 ± 0.7 O.O± 0.1 1.0 9/25197 

853 28 396 3 2 Hall-4 D Closet-2 Baseboard Intact Wood Beige 0.11 ± 0.32 NEG 0.1 ± 0.5 0.1 ± 0 3 2.8 9/25197 

854 28 397 3 2 Hall-4 D Closet-2 Floor Intact Wood Varnish 000 ± 0.\0 NEG -0.6 ± 0.7 O.O± 0.1 1.0 9/25/97 

855 28 398 3 2 Hall-4 C Closet-2 Floor Intact Wood Varnish OOO±O.\O NEG 0.1 ± 0.7 O.O±O I 1.0 9/25197 

856 28 399 3 2 Hall-4 D Closet-2 Shelf Intact Wood Beige 001±017 NEG 0.0 ± 0.4 0.0 ± 0 2 1.0 9/25197 

857 28 400 3 2 Hall-4 D Closet-2 Shelf Intact Wood Beige 019 ± 0.24 NEG 0.0 ± 0 5 0.2 ± 0.2 2.7 9/25197 

858 28 401 3 2 Hall-4 D Closet-2 Wall Intact Drywall Beige 0.\0 ± 0.25 NEG -0.1 ± 0 7 0.1 ± 0.3 1.9 9/25/97 

859 28 402 3 2 Hall-4 C Closet-2 Wall Intact Drywall Beige 0.\3 ± 0 35 NEG -0.2 ± 0.7 0.1 ± 0.4 2.5 9/25197 

860 28 403 3 2 Hall-4 A CeIling Ovrhd-Door Intact Wood Beige 0.05 ± 0.37 NEG -0.2 ± 0.6 0.1 ± 0.4 2.4 9/25197 

861 28 404 3 2 Hall-4 A Ceiling Ovrhd-Door Intact Wood Beige 0.Q3 ± 0.28 NEG O.O± 0.6 0.0 ± OJ 13 9/25197 

862 28 405 3 2 Hall-4 B Ceiling-fan Casmg Intact Wood Beige 0.16±029 NEG 0.1 ± 0.4 0.2 ± 0.3 66 9/25/97 

863 28 406 3 2 Hall-4 B Ceiling-fan Casing Intact Wood Beige 002 ± 0.40 NEG -0.6 ± 0.7 0.0 ± 04 1.3 9/25197 

864 28 407 3 2 Hall-4 C Wall Chair-raIl Intact Wood Beige 0.01 ± 010 NEG 0.1 ± 0 5 O.O±O I 25 9/25/97 

865 28 408 3 2 Hall-4 D Wall Chair-rail Intact Wood Beige 0.00±0.10 NEG -02 ± 0.6 O.O± 0.1 1.0 9/25/97 

866 28 409 3 2 Hall-4 D Wall Baseboard Intact Wood Beige 0.\0 ± 0 27 NEG 0.7 ± 0.4 0.1 ± 0 3 5J 9/25197 

867 28 410 3 2 Hall-4 C Wall Baseboard Intact Wood Beige 006±OJ8 NEG 00±07 01±04 20 9/25197 

868 28 411 3 2 Hall-4 C Floor Floor Intact Wood Varnish O.\O±OIO NEG -0.2 ± 0.7 -0.2 ± 0 7 10.0 9/25/97 

869 28 412 3 2 Hall-4 B Floor Floor Intact Wood Varnish 0.00 ± 0 \0 NEG 0.2 ± 0 7 OO± 0.1 10 9/25/97 

870 28 413 3 2 Hall-4 B Floor Flr-Regstr Intact Metal Grey 0.04 ± 013 NEG O.O± 1.0 O.O± 0.1 1.3 9/25/97 

871 28 414 3 2 Hall-4 B Floor Flr-Regstr Intact Metal Grey 0.02 ± 0.10 NEG 0.2 ± 0.9 00±01 10 9/25/97 

872 28 415 3 Calibrate-I Calibrate Calibrate 1.07 ± 0.15 POS 0.6±0.5 l.l ± 0.2 l.l 9/25/97 

873 28 416 3 Calibrate-2 Calibrate Calibrate 096 ± 0.23 NEG 0.4 ± 0.4 1.0 ± 0 2 2 I 9/25197 
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XRF Field Data Sbeets 
and Analysis Results 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters EE, 1285 Avenue G, Charleston Naval Complex, 

Charleston SC 

Is surface 
Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches (If) Found 
x inches) 

NBC/ 
1ST Floor. Window-1 Qtrs EE Yes 2-114 x 26-112 0.414 4.20 

001 
Kitchen Sill 

NBC/ 
1ST Floor, Window-1 

Qtrs EE Yes 2-1/4 x 27 0.422 631.20 
002 

Room-3 Sill 

NBC/ 
1ST Floor. Floor-

Qtrs EE Yes 12 x 12 1 -7.90 
003 

Room-2 000r-2 

NBC/ 
1ST Floor. Floor-

Qtrs EE Yes 12 x 12 1 -6.90 
004 

Room-1 Door-2 

NBC/ 
1ST Floor. Floor-

Qtrs EE Yes 12 x 12 1 -12.50 
DOS 

Hall-1 Door-2 

NBC/ 2ND Floor. Window-1 
Qtrs EE Yes 2-1/4 x 27 60.75 -18.10 
006 

Room-1 Sill 

NBC/ 2ND Floor. Window-1 
Qtrs EE Yes 2-1/4 x 27 60.75 -13.10 
007 Room-2 Sill 

NBC/ 
Qtrs EE Blank N/A N/A N/A N/A -17.10 
008 

I Measure to the nearest 1/8 inch. 

HUD standards: 100 Jlg/fe (floors). 500 Jlg/fe (interior window sills), 800 Jlg/fe (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 10/8/97 

Table 25-b, Field Sampling Form for Dust 

631 

Result of Lal 
Analysis 
(Jl9/fe) 

10.14 

1495.73 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 



No Site XLNo Insp Fir 
5 6 
10 28 12 3 1 
15 28 17 3 1 
20 28 22 3 1 
25 28 27 3 1 
30 28 32 3 1 
35 28 37 3 2 
40 28 42 3 2 
45 28 47 3 2 
1701 174 3 

Quarters E~, ~l1st Samples 
Charleston Naval Complex 

Site 28, Date: 10/8/97 

Room Side Stre 
Calibrate 
Kitchen Window-I 
Room-3 Window-I 
Room-2 Door-2 
Room-I Door-2 
Hall-l Door-2 

Room-l Window-l 
Room-2 Window-l 
Blank 

Calibrate-l 

Table 25-c, XRF Field Data Sheets for Dust Samples 

632 

Thin Page 1 

Feat Ph ± Pree 
3068.80 ± 56.80 

Stool 4.20 ± 15.30 
Stool 631.20 ± 31.10 
Floor -7.90 ± 17.80 
Floor -6.90 ± 15.40 
Floor -12.50 ± 20.60 
Stool -18.10 ± 22.10 
Stool -13.10 ± 20.60 

-17.10 ± 20.10 
2907.20 ± 99.50 



Bulk Page 1 
Quarters EE, Soil Samples 
Charleston Navall Complex 

Site: 28 Date: 11113/97 

No Site XLNo Insp Room Side Stn: Feat Pb ± Prec 
1 1 2 3 Calibrate-1 20.6± 63.7 
2 1 3 3 Calibrate-2 923.2 ± 104.7 
3 1 '4 3 Calibrate-3 1088.0 ± 109.0 
4 1 5 3 Calibrate-4 1085.6± 110.0 
5 1 6 3 Calibrate-5 4886.4 ± 239.6 
6 1 7 3 Calibrate-6 4899.2 ± 236.8 
7 1 8 3 Calibrate-7 5068.8 ± 244.8 
8 1 9 3 Dripline AID Comer 94.1 ± 49.9 

Table 25-d, XRF Field Data Sheets for Soil Samples 



LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

26.0 Quarters FF 

Quarters FF, 1288 A venue G, is a two-story, wood-framed unit that is half a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall andlor wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roofis asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 9 March 1998 to 10 March 1998, two certified lead inspectors perfonned an extensive LBP 

survey of Qua..rters FF. Qua,.rters FF \vas sUf'/eyed after the HTJD Guidelines Chapter 7 revision. li .. 

retest evaluation was performed to ensure the accuracy of the XRF A_nalyzer. 

26.1 Identification of Lead in Quarters FF: 

F our hundred one XRF samples and calibrations were taken in Quarters FF. In general, the paint 

condition was intact, but there were exceptions at the time of survey as annotated in the condition 

column of the XRF Field Data Sheets. Table 26-a contains LBP sampling results for Quarters FF 

and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

infonnational purposes only. 

The following pages su..fl1-.tnarize the location of lead-based paint found in Qua.."1:ers FF: 
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Quarters FF Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mgJcm') 

1 Bath-l C Window Sash Intact Wood Beige P~S 3.4 ±0.9 
1 Bath-2 B Window Sash Intact Wood Beige P~S 1.3 ±0.5 
1 Hall-l B Door Door Intact Wood Beige P~S 1.6 ±0.4 
1 Hall-3 D Door Door Intact Wood Beige P~S 1.4 ±0.3 
1 House-ext. C Window-6 Stool Intact Wood White P~S 13.2 ±3.4 
1 House-ext. C Window-6 Sash-Ext Poor Wood White P~S 7.0 :=2.9 
1 House-ext. C Elec-Panel ElecPanel Intact Metal White P~S 11.1 ±6.5 
1 House-ext. D Door Casing Intact Wood Green P~S 12.6 ±4.8 
2 House-ext. B Facia Facia Intact Wood White P~S 18.2 ±5.8 
2 House-ext. B Soffit Soffit Intact Wood White P~S 10.8 ±6.2 
1 Porch-l A Porch Columns Intact Wood White P~S 21.6 ±3.1 
1 Porch-1 B Wall Wall Intact Masonite White P~S 12.1 ±2.7 
1 Porch-l B Wall Wall Intact Masonite White P~S 14.6 ±2.7 
1 Porch-l A Porch Lattice Intact Wood White P~S 8.5 ±2.2 
1 Porch-l D Door Door Intact Wood White P~S 14.3 ±2.5 
1 Porch-1 D Door Casing Intact Wood White P~S 17.9 ±3.1 
1 Porch-l B Porch Ceiling Intact Wood White P~S 3.8 ±1.5 
1 Porch-l-Ext A Porch Columns Intact Wood White P~S 15.2 ±6.2 
1 Porch-l-Ext A Porch Trim-Lwr Intact Wood White P~S 13.2 ±6.6 
1 Porch-l-Ext A Porch Floor Intact Wood Grey POS 1.4 ±0.6 
1 Porch-l-Ext A Porch Lattice Intact Wood Green POS 12.5 ±6.2 
1 Porch-2 D Porch Columns Intact Wood White P~S 23.1 ±3.2 
1 Porch-2 D Wall Wall Intact Masonite White P~S 16.7 ±2.8 
1 Porch-2 D Door-2 Door Intact Wood White P~S 16.9 +2.8 
1 Porch-2 D Door-2 Casing Intact Wood White P~S 24.3 +3.2 
1 Porch-2 D Door-3 Door Intact Wood White P~S 18.9 ±3.1 
1 Porch-2 D Door-3 Casing Intact Wood White POS 21.4 ±3.2 
1 Porch-2 D Door-1 Door Intact Wood White P~S 19.6 ±2.9 
1 Porch-2 B Porch Ceiling Intact Wood White P~S 2.5 ±1.4 
1 Porch-2-Ext D Porch Columns Intact Wood White P~S 19.1 ±6.1 
1 Porch-2-Ext D Porch Awning Intact Metal White P~S 2.1 +1.0 
1 Porch-2-Ext A Door-2 Casing Intact Wood White P~S 13.6 +3.6 
1 Room-l A Window Sash Intact Wood Beige P~S 1.4 +0.3 
1 Room-1 A Window-1 Sash Intact Wood Beige P~S 1.4 ±0.5 
1 Room-2 C Window Sash Intact Wood Beige P~S 2.8 +1.0 
1 Room-3 C Window Sash Intact Wood Beige POS 1.7 +0.4 
1 Room-3 D Door Door Intact Wood Beige P~S 21.2 +3.2 

I 
2 

I 
Room-3 

I 
C 

I 
Window-l Sash Intact Wood Beige POS 1.6 ±O.5 

I I I I I I I I 
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Quarters FF, Lead-Based Paint Survey 
Pamt Page I 

Charleston Naval Complex 
Site: 29 Date: 3/9/98 to 3/10/98 

Ranges (NEG<INC<POS): Device res 
No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/em') RES PbK Combined DI Date Note 
I 29 1 6 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 0.0 ± 0.0 00,,00 0.0 3/9/98 
2 29 2 6 :1 Calibrate-l Calibrate Calibrate 1.24 ± 0.25 POS 1.4 ± 0.6 1.2.,0.3 1.2 3/9/98 
3 29 3 6 :I Calibrate-2 Calibra,te Calibrate 1.00 * 0.13 POS 0.9 * 0.4 1.0 == 0.1 1.0 3/9/98 
4 29 4 6 :I Calibrate-3 Calibrate Cglibrate 1.19 * 0.26 POS 0.7 * 0.4 1.2",0.3 2.4 3/9/98 
5 29 5 6 I Calibrate-4 Calibrate Calibrate 098 ± 0 22 NEG 0.5 ± 0.5 1.0 j, 0.2 2.1 3/9/98 
6 29 6 6 I Room-I A Wall-Upr Wall Intact Drywall B!:tge 0.03 ± 0 24 NEG -06 ± 0.7 0.0 J, 0.2 2.5 3/9/98 
7 29 7 6 I Room-I B Wall-Upr Wall Intact Drywall Bdge 0.02 ± 0.13 NEG -0.3 ± 0.7 OOj,O.1 10 3/9198 
8 29 8 6 I Room-I C Wall-Upr Wall Intact Drywall Bdge 0.08 ± 0.27 NEG 0.3 ± 0.6 0.1 j,0.3 5.0 319/98 
9 29 9 6 I Room-I D Wall-Upr Wall Intact Drywall Bdge 001 ± 016 NEG 0.2 ± 0 7 0.0 j,0.2 1.0 319/98 
10 29 10 6 I Room-I D Wall Chair-rail Intact Wood Bdge 003 ± 0.38 NEG -0.5 ± 0 7 00,,0.4 1.6 319/98 
II 29 II 6 I Room-I 0 Wall Baseboard Intact Wood Bdge 001 ±O.IO NEG -03 ± 0.7 O.OJ,O.I 2.7 3/9198 
12 29 12 6 I Room-I D Wall-L'Nt" Wall Intact Wood B!:ige o 12±OJ3 NEG -0.4 ± 0.7 0.1,,0.3 5.4 319198 
13 29 13 6 I Room-I A Wall-L'Nt" Wall Intact Wood Bdge 0.01 ± 0.10 NEG 0.1 ± 0.6 0.0,,0.1 1.0 3/9198 
14 29 14 6 I Room-I B Wall-L'Nt" Wall Intact Wood Bdge 0.03 ± 012 NEG 0.6 ± 0.4 O.OJ,O.I 1.9 319198 
15 29 15 6 I Room-I C Wall-L'Nt" Wall Intact Wood Bdge 005±0.31 NEG 0.2 ± 0.8 0.1 J: 0.3 3.3 319198 
16 29 16 6 :I Roorn-l A Window Sash Intact Wood Bc:ige 0.26*0.22 POS 1.40100.3 1.4 == 0.3 5.3 3/9/98 
17 29 17 6 I Room-I A Window Casing Intact Wood Bdge 0.07 ± 0.46 NEG -OJ ± 0 7 0.1 J,0.5 2.7 3/9198 
18 29 18 6 I Room-I D Door Door Intact Wood Bdge o 13±0.12 INCOM 1.0 ± 0.5 0.1,,0.1 23 319/98 
19 29 19 6 :I Room-I 0 Door Door Intact Wood B!:ige 0.13 ± 0.14 NEG 0.6 ± 0.4 01 J:O.I 2.7 319198 
20 29 20 6 I Room-I D Door Casing Intact Wood Bdge o 14±0.25 NEG -0.3 ± 0.5 0.1,,0.3 3.4 3/9/98 
21 29 21 6 :1 Room-I C Door Door Intact Wood Bdge 0.25 ± 0.15 NEG -03 ± 0.5 OJ ,,0.2 2.3 3/9/98 
22 29 22 6 I Room-I C Door Casing Intact Wood Bdge 015 ± 0.22 NEG 02±05 0.2,,02 3.2 3/9/98 
23 29 23 6 Room-I C Wall Wall-Rgstr Intact Metal Bdge 0.09 ± 0.10 NEG -I 5± 1.0 -I 5 J: 1.0 100 3/9198 
24 29 24 6 Room-I C Window Boxing Intact Wood Bdge 0.44 ± 0.20 NEG 0.3 ± 0.4 0.4 J,O 2 30 3/9/98 
25 29 25 6 Room-I C Floor Floor Intact Wood Val11ish 0.00 ± 0.15 NEG 02 ± 0.6 0.0 J, 0.2 1.0 319198 
26 29 26 6 Hall-I A Wall Wall Paper Intact Drywall Bdge 010 ± 0.31 NEG -02±06 0.1,: 0.3 5.1 319/98 
27 29 27 6 Hall-I B Wall Wall Paper Intact Drywall Bdge 001 ±O.IO NEG -0.5 ± 0.7 00,:0 I 1.0 319/98 
28 29 28 6 Hall-I 0 Wall Wall Paper Intact Drywall Bdge 0.03 ± 0.26 NEG -0.1 ±0.6 00J,03 25 3/9198 
29 29 29 6 Hall-I 0 Door Door Intact Wood Bdge 012 ± 0.35 NEG -0 I ± 04 0.1 J,O.4 4.5 3/9/98 
30 29 30 6 Hall-I 0 Door Casing Intact Wood Bdge 0.03 ± 0.19 NEG -0.7 ± 0.7 00 J, 0 2 1.1 3/9/98 
31 29 31 6 Hall-I B Door Casing Intact Wood Bdge 0.08 ± 0.45 NEG -0.5 ± 0.7 0.1,,0.5 3.0 3/9/98 
32 29 32 6 Hall-I B Door Door Intact Wood Bcoige 0.480100.33 POS 1.60100.4 1.6 j, 0.4 6.7 3/9198 
33 29 33 6 Hall-I A Door Door Intact Wood Bdge 0.17 ± 0.25 NEG 00±04 0.2 J, 0.3 39 3/9/98 
34 29 34 6 Hall-I A Wall Baseboard Intact Wood Bdge o I I ± 0.36 NEG -0.1 ± 0.6 0.1 J, 0 4 4.8 3/9/98 
35 29 35 6 Mech-rm B Door Door Intact Wood Bdge 010±019 NEG 0.2 ± 0.7 0.1 J: 0.2 17 319198 
36 29 36 6 Mech-rm B Door Casing Intact Wood Be:ige 0.05±0.17 NEG 00 ± 0.7 0.1,: 0.2 1.4 3/9198 
37 29 37 6 Hall-2 B Door Casing Intact Wood Bdge 002 ± 0.20 NEG o. I ± 0.5 00,,02 10 3/9/98 
38 29 38 6 Hall-2 B Door Door Intact Wood Bdge 003 ± 0.16 NEG -0.9 ± 0.7 0.0 J: 0.2 1.0 3/9198 
39 29 39 6 Hall-2 C Walt Wall Intact Drywall Bc:ige 004±O.lO NEG -05 ± 0 7 0.0,,01 3.4 3/9/98 
40 29 40 6 Halt-2 A Door Door Intact Wood Bdge 001 ± 0.26 NEG -0.2 ± 0.6 00,,0.3 1.0 319198 
41 29 41 6 Hall-2 A Door Casing Intact Wood Be:ige 0.02 ± 0.10 NEG 0.1 ± 0.5 00,,0.1 1.0 3/9/98 
42 29 42 6 Hall-2 A Closet Wall Intact Drywall Bdge 001 ± 0.21 NEG -0.6± 0 7 0.0 J: 0 2 1.0 319/98 
43 29 43 6 Halt-2 B Closet Walt Intact Drywall Bdge O.OO±O.IO NEG O.O± 0.7 O.OJ,O.I 1.0 3/9/98 
(4 29 44 6 Hall-2 0 Closet Wall Intact Drywall Bc:ige 0.07 ± 0.10 NEG 0.3 ± 0.6 0.1 J,O.l 6.0 3/9/98 
15 29 45 6 Hall-2 C Closet Door Intact Wood Bdge 001±0.10 NEG -0.2 ± 0 6 00,,0.1 10 3/9/98 
16 29 46 6 Hall-2 C Closet Casing Intact Wood Bc:tge 009 ± 0.44 NEG 00 ± 0.6 0.1 J: 0 4 36 3/9/98 
~7 29 47 6 Hall-2 A Closet Shelf Intact Wood Bdge 000±010 NEG 0.1 ±06 0.0 J: 0.1 10 3/9/98 
18 29 48 6 Hall-2 A Closet Elec-Panel Intact Metal BC:lge 006±0.10 NEG -0.5 ± 10 0.1 J,O.I 7.1 3/9198 
9 29 49 6 Hall-2 C Wall Elec-Panel Intact Metal Bdge 007±040 NEG -0.5 ± 0 9 0.1;,04 30 3/9198 
0 29 50 6 Shutter Cal- I Calibrate Calibrate 0.00 ± 0.00 OO±OO OOJ:OO 00 3/9/98 
I 29 51 6 Calibrate-I Calibrate Calibrate 1.00± 0.13 POS 0.4 ± 0.4 1.0 j, 0.1 1.0 3/9/98 
2 29 52 6 Calibrate-2 Calibrate Calibrate 1.31 ± 0.29 POS 0.10100.5 1.3 J, 0.3 2.6 319/98 
3 29 53 6 Calibrate-3 Cahbrate Calibrate 0.97 ± 0.21 NEG 0.7 ± 0.4 1.0 J: 0.2 20 319198 
( 29 54 6 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0.0 00 J: 0.0 00 3/9/98 
5 29 55 6 Calibrate-I Calibrate Calibrate 1.06 0100.13 POS 0.50100.4 I.H,0.1 1.0 3/9/98 
\ 29 56 6 Calibrate-2 Calibrate Calibrate 1.06 010 0.23 POS 0.70100.4 1.1 ~: 0.2 2.2 3/9/98 
7 29 57 6 Room-2 A Wall Wall Intact Drywall Bdge 0.02 ± 0.30 NEG -0.3 ± 0.7 O.OJ: 0 3 1.7 3/9/98 
I 29 58 6 Room-2 B Wall-Upr Walt Intact Drywall Bdge 0.05 ± 0.29 NEG -0.1 ± 0.7 0.1.: 0.3 33 3/9198 

29 59 6 Room-2 C Wall-Upr Wall Intact Drywall Bdge 003 ± 0.23 NEG -0.1 ± 0.8 00;: 0.2 2.8 319198 
29 60 6 Room-2 D Walt-Upr Walt Intact Drywalt Bdge 001±0.18 NEG -0.4 ± 0 7 00J:02 1.0 3/9/98 
29 61 6 Room-2 0 Wail-LINt" Walt Intact Wood Bdge OJO ± 0.21 NEG 0.4 ± 0.3 0.4 J: 0 3 10.0 319/98 
29 62 6 Room-2 C Wail-LINt" Walt Intact Wood Bdge 0.05 ± 0 38 NEG -0.1 ± 0.8 01 J,0.4 2.6 319/98 
29 63 6 Room-2 B Wall-LINr Wall Intact Wood Beige 0.24 ± 0.18 NEG 0.7 ± 0.3 0.7 ;: 0.3 10.0 319198 
29 64 6 Room-2 B Wail-LINt" Chair-rail Intact Wood Bdge 006 ± 0.29 NEG 0.2 ± 0.6 01 J,0.3 38 3/9198 
29 65 6 Room-2 B Wail-LINt" Baseboard Intact Wood Bdge 0.1I±031 NEG -06±07 0.1 J: 0.3 55 3/9/98 
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te: 19 Date: 3/9/98 to .i1l0/98 
Paml Page 2 

mge3 (NEG<INC<POS): Device PCS 

No Site XlLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined 1>1 Date Note 

66 29 M 6 1 Room-2 B Door Bulkhd-Dr Intacl Wood Beige 0.67 ± 0.44 NEG 0.5 ± 0.4 0.7 ± 0.4 5.9 3/9/98 

67 29 157 6 1 Room-2 D Door Door Intact Wood Beige 001 ±025 NEG -0.7 ± 0.6 0.0 ± 0 3 1.0 3/9/98 

68 29 158 6 1 Room-2 D Door Casing Intact Wood Beige 0.01 ±020 NEG -03±0.7 0.0 ± 0 2 10 3/9/98 

69 29 69 6 I Room-2 A Door Door Intact Wood Beige 000±010 NEG -0.1 ± 0 6 00 ± 0.1 10 3/9/98 

70 29 70 6 I Room-2 A Closet Wall Intact Drywall Beige 002 ± 0 30 NEG -03 ± 0 7 00 ± 0.3 I I 3/9/98 

71 29 71 6 1 Room-2 B Closet Wall Intact Drywall Beige 001±018 NEG -03 ± 07 0.0 ± 0.2 1.0 3/9/98 

72 29 72 6 I Room-2 C Closet Wall Intact Drywall Beige 0.04 ± 0.26 NEG -05 ± 0.7 00 ± 0.3 2.9 3/9/98 

73 29 73 6 I Room-2 D Closet Wall Intact Drywall Beige 0.15±010 NEG -0.8 ± 0 6 -08 ± 0.6 \0.0 3/9/98 

74 29 74 6 I Room-2 C Door Door Intact Wood Beige 00\±0.15 NEG 02 ± 0.3 00±02 1.0 3/9/98 

7~ 29 75 6 I Room-2 C Closet Casing Intact Wood Beige 002 ± 0040 NEG -0.5 ± 0.6 O.O± 0 4 \.0 3/9/98 

76 29 76 6 I Floom-2 A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ±0.6 0.0 ± 0.1 10 3/9/98 

77 29 77 6 I Room-2 A Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG O.O± 0.7 O.O±O I 1.0 3/9/98 

78 19 78 6 1 ltoom-1 C Window Sash Intact W(lod Beige 0.15:t:O.57 POS 1.8:1: 1.0 1.8:1: 1.0 4.0 319198 

79 29 79 6 I Room-2 C Window Casing Intact Wood Beige 004±034 NEG o O± 0.6 00 ± 0.3 17 3/9/98 

80 29 80 6 I Bath-I C Window Casing Intact Wood Beige 012±0.21 NEG 0.3 ± 04 01 ± 0.2 32 3/9/98 

81 19 :81 6 1 IBath-1 C Window Sash Intact W~lod Beige 0.52 :1:0.59 POS 3.4:1:0.9 3.4 :1:0.9 804 3/9/98 

82 29 82 6 I Bath-I C Wall Wall Paper Intact Drywall Beige 0.18 ± 010 NEG 0.3 ± 0.8 03 ± 0.8 \0.0 3/9/98 

83 29 83 6 I Bath-l A Wall Wall Paper Intact Drywall Beige 001 ±O.IO NEG 0.2 ± 0 7 OO±O.I \.0 3/9/98 

84 29 84 6 I Bath-l B Wall Wall Paper Intact Drywall Beige 0.03 ± 0.27 NEG -0.7 ± 0 7 0.0 ± 0 3 2.6 3/9/98 

8S 29 8S 6 I Bath-I 0 Wall Wall Paper Intact Drywall Beige 0.05:1: 0.10 NE:G 0.0 ± 0.6 0.1 ±O.I 4.4 3/9/98 

86 29 86 6 I Bath-l A Door Door Intact Wood Beige 0.18:1:0.24 NEG -0.3 ± O.S -0.3 ± 0.5 8.9 3/9198 

87 29 87 6 I Bath-I A Door Casing Intact Wood Beige 0.01 :I: 0.35 NE:G -0.7 ± 0.7 0.0 ± 0.4 10 3/9198 

88 29 88 6 I Bath-I 0 Cabinet Door-Out Intact Wood Beige 000±0.21 NE:G -0.8±0.7 0.0 ± 0.2 \.0 3/9/98 

89 29 89 6 I Bath-I 0 Cabinet Inside Intact Wood Beige 0.00±0.1O NE:G -0.4±06 O.O±O I \.0 3/9/98 

90 29 90 6 I Bath-I A Wall Wall-Rgstr Intact Metal Beige 030±0 16 NE:G 05 ± 0.6 0.3 ± 0 2 30 3/9198 

91 29 91 6 I Kitchen A Wall Wall Paper Intact Drywall Beige 0.02±0 10 NE:G -03±07 0.0 ± 0.1 2.0 3/9/98 

92 29 92 6 I Kitchen B Wall Wall Paper Intact Drywall Beige 0.14±0.10 NE:G 00±07 00 ± 0.7 100 3/9/98 

93 29 93 6 I Kitchen C Wall Wall Paper Intact Drywall Beige 002 ± 0.21 NE:G -0.5 ± 0 7 0.0 ± 0.2 10 3/9/98 

94 29 94 6 I Kitchen D Wall Wall Paper Intact Drywall Beige 0.01 ± 0 30 NEG -1.0± 07 O.O± 0.3 1.0 3/9/98 

95 29 95 6 I Kitchen 0 Door Casing Intact Wood Beige 001±013 NEG -0.3 ± 0 7 00 ± 0.1 1.0 3/9/98 

96 29 96 6 I Kitchen C Cabinet Door-Out Intact Wood Brown 001 ±O.IO NEG -0.3 ± 06 O.O±O.I \.0 3/9/98 

97 29 97 6 I Kitchen B Cab met Door-Ins Intact Wood Brown 0.00 ± 0.10 NEG -0.2 ± 0.5 O.O±O I 10 3/9/98 

98 29 98 6 I Kitchen C Wall Paneling Intact Wood Brown 0.02 ± 0 39 NEG -0 I ± 06 00±04 14 3/9/98 

99 29 99 6 I Kitchen A Cabinet-O Door-Out Intact Wood Beige 012 ± 0.32 NEG -0.3 ± 0.5 0.1 ±0.3 5.7 3/9/98 

100 29 100 6 I Kitchen A Door-O Casing Intact Wood Beige 0.01±0.13 NEG -0.4 ± 0.6 OO± 0 I 10 3/9/98 

101 29 101 6 I Kitchen A Cabinet-O Door-Ins Intact Wood Beige O.OO± 0.10 NEG -0.4 ± 0.7 O.O± 0.1 10 3/9/98 

102 29 102 6 I Kitchen A Cabmet Wall Intact Drywall Beige 0.06 ± 0.36 NEG -0.4 ± 0.6 01 ± 0.4 2.9 3/9/98 

103 29 103 6 1 Kitchen A C!binet Shelf Intact Wood Beige 0.04 ± 0.21 NEG O.O± 0.6 OO± 0.2 1.3 3/9/98 

104 29 104 6 1 Kitchen A Cabinet Vent Duct Intact Metal Beige 001 ±O.IO NEG -0.9± 0.8 O.O± 0.1 1.0 3/9/98 

105 29 105 6 I Kitchen 0 Wall Baseboard Intact Wood Beige 004 ± 0.47 NEG -0.3 ± 0 7 O.O± 0.5 17 3/9/98 

106 29 106 6 I Room-3 D Wall Baseboard Intact Wood Beige o 15 ± 0.10 NEG -0.4 ± 0.7 -0.4 ± 0.7 10.0 3/9/98 

107 29 107 6 I Room-3 D Wall Chair-rail Intact Wood Beige 0.10 ± 0.27 NE:G -0.5 ± 06 0.1 ±0.3 6.1 3/9/98 

108 29 108 6 I Room-3 0 WlIlI-Lwr Wall Inlact WClod Beige 0.01 ± 0.28 NEG -05 ± 06 0.0±0.3 1.2 3/9/98 

109 29 109 6 ! Room-3 C WlIlI-Lwr Wall Intact Wood Beige 0.01 ± 024 NEG -0.5 ± 0.7 00 ± 0.2 1.1 3/9/98 

110 29 110 6 I Room-3 B Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0.7 00±0.1 1.0 3/9/98 

III 29 III 6 I Room-3 A W!III-Lwr Wall Intact Wc>od Beige 0.11 ± 0.10 NEG -0.5 ± 0.7 -0.5 ± 0.7 100 3/9/98 

112 29 112 6 I Shutter Cal-I Calibrate Cahbrate 000 ± 0.00 O.O± 00 O.O± 0.0 0.0 3/9/98 

113 19 113 6 1 Calibrate-l Calibrate Calibrate 1.07:1: 0.14 POS 1.1:1: 0.4 1.1:1: 0.1 1.1 3/9/98 

114 19 114 6 I Calibrate-2 Calibrate Calibrate 1.15:1: 0.z5 POS 0.4 ± 0.5 1.1:1: 0.3 2.3 3/9/98 

115 29 115 6 I Calibrate-3 Calibrate Calibrate 1.01:1: 0.11 PClS 0.5:1:0.5 1.0 :1:0.1 2.1 3/9/98 

116 29 116 6 I Room-3 A Wall-Upr Wall Intact Drywall Beige 0.20 ± 0.10 NEG -0.6 ± 0 8 -0.6 ± 0.8 10.0 3/9/98 

117 29 117 6 I Room-3 B Wall-Upr Wall Intact Drywall Beige 0.05 ± 0.28 NEG -0.6 ± 0 8 0.1 ± 0.3 3.5 3/9/98 

118 29 118 6 I Room-3 C Wall-Upr Wall Intact Drywall Beige 0.01±0.10 NEG 0.0 ± 0 7 00±0.1 1.0 3/9/98 

119 29 119 6 I Room-3 0 Wall-Upr Wall Intac! Drywall Beige 011 ±O 10 NEG -0 I ± 07 0.1 ± 0.1 70 3/9/98 

120 29 120 6 1 I<:oom-3 C Window Sash Intact Wood Beige 0.22 ± 0.32 POS 1.7±0.4 1.7 ± 0.4 ~.4 3/9/98 

121 29 121 6 I Room-3 C Window Casing Intact Wood Beige 0.05 ± 0.41 NEG -0.1 ± 0.7 0.1 ± 0 4 2.2 3/9198 

121 19 1Z2 6 1 I<:oom-3 D J)oor J)oor Intact Wood Beige »5.0± 1.00 POS 21.Z:I: 3.2 1l.Z:I: 3.2 5.5 3/9/98 

123 29 123 6 I Room-3 0 Door Casing Intact Wood Beige 0.03 ± 0.11 NEG -0.4 ± 0 7 O.O±O.I 1.0 3/9/98 

124 29 124 6 I Room-3 A Door Door Intact Wood Beige 0.08 ± 0.39 NEG 0.1 ± 0.5 0.1 ± 0.4 2.7 3/9/98 

125 29 125 6 I Room-3 A Door Casing Intact Wood Beige 0.03 ± 0.12 NEG 0.2± 0 5 O.O±O.I 14 3/9/98 

126 29 126 6 I Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige 0.05 ± 0.10 NEG -0.4 ± 0 7 0.1 ± 0.1 6.3 3/9/98 

127 29 127 6 I Room-3 A Cabinet-Lwr Inside Intact Wood Beige 0.26 ± 0.32 NEG 0.0 ± 0.4 0.3 ± 0.3 80 319198 

128 29 128 6 ! Room-3 A Cabinet·Lwr Shelf Intact Wood Beige 0.10 ± 0 32 NEG -0.3 ± 0.6 01 ± 0.3 2.7 3/9/98 

129 29 129 6 I Room-3 A Bookcase frame Intact Wood Beige 005 ± 0.33 NEG 0.1 ± 0.6 01±03 28 319198 

no 29 130 6 I Room-3 A Bookcase Shelf Intact Wood Beige 0.02±037 NEG 01 ± 0.6 00±0.4 J.3 3/9/98 
D''''A ...... _~ C Wmdow Boxing Intact Wood Beige 0.15:1: 0.23 NEG -0.1 ± 0.5 0.2 ± 0.2 2.6 3/9/98 

...... nl .. mn .. Intact Wood White »5.0:1: 1.00 POS 23.1:1: 3.2 13.1:1: 3.2 6.1\ 3/9/98 
nnn.+nlO NFG -0.6± 0.7 O.O± 0.1 3/9/98 



Pamt Page 3 
___ ,,_ , .. ~"'-IJ,,-:<;ru~J: IlJevice PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub elr PbL(mglcm') RES PbK Combined DI Date Note 
134 29 134 6 I Porch-2 0 Door Screen-dr Intact Wood White 0.04 ± 010 NEG 01±04 0.1,,0.4 10.0 3/9/98 
135 29 135 6 1 Porch-2 D Wall Wall Intact Masonite White »5.0 ± 1.00 POS 16.7 ± 2.8 16_7,:2.8 5.3 3/9/98 
136 29 136 6 1 Porch-2 D Door-2 Door Intact Wood While »5.0 ± 1.00 POS 16.9 ± 2.8 16.9" 2.8 3.7 319198 
137 29 137 6 1 Porcb-2 D Door-2 Casing Inlacl Wood White »5.0± 1.00 POS 24.3 ± 3.2 24_3,,3.2 5.7 3/9/98 
138 29 138 6 1 Porcb-2 D Door-3 Door Intact Wood White »5.0± 1.00 POS 18_9 ±3.1 18_9"3.1 4.3 319198 
139 29 139 6 I Porcb-2 D Door-3 Casing Intact Wood White »5.0 ± 1.00 POS 21.4± 3.2 21.4" 3.2 3.8 319198 
140 29 140 6 1 Porch-2 D Door-l Door Intact Wood White »5.0±1.00 POS 19.6± 2.9 19.6" 2.9 4.1 319/98 
141 29 141 6 I Room-2 0 Ooor-I Threshold Intact Wood Grey 0,31 ± 0.13 NEG 0.3 ± 0.4 0.3" 0.1 1.9 319198 
142 29 142 6 I Hall-3 0 Wall-Upr Wall Intact Drywall Bdge 0.02 ± 0 26 NEG -0.4 ± 0.7 0.0" OJ 1.4 3/9/98 
143 29 143 6 I Hall-3 C Wall-Upr Wall Intact Drywall Bdge 007±0.IO NEG 0.3 ± 0 7 0.3,,07 10.0 3/9/98 
144 29 144 6 I Hall-3 B Wall-Upr Wall Intact Drywall Bc:ige 0.05 ± 0.10 NEG -0.4 ± 0.7 0.1,,0.1 4.7 319198 
145 29 145 6 I Hall-3 A Wall-Upr Wall Intact Drywall Bdge 0.01±0.19 NEG -02±0.7 0.0,,0.2 1.0 3/9/98 
146 29 146 6 I Hall-3 A Wall-Lwr Wall Intact Wood BC:lge 0.03 ± 0.26 NEG -0.2 ± 0.6 00 J, 0.3 23 3/9/98 
147 29 147 6 I Hall-3 0 Wall-Lwr Wall Intact Wood Bc:ige 001 ±0.21 NEG -0.8 ± 0.7 0.0,,0.2 1.0 3/9/98 
148 29 148 6 I HaIl-3 C Wall-Lwr Wall Intact Wood Bdge 0.11 ±0.27 NEG -01 ± 0.6 0.H,03 6.3 3/9/98 
149 29 149 6 1 Hall-3 0 Door Door Intact Wood Bdge 0.31 ± 0.28 POS 1.4,100.3 1.4 "0.3 5.9 3/9198 
150 29 150 6 1 Hall-3 0 Door Casing Intact Wood Bdge 0.09 ± 0.27 NEG 0.2 ± 0.6 0.1,,0.3 2.5 3/9/98 
151 29 lSI 6 1 Hall-3 B Door Door Intact Wood BC:lge 0.09 ± 0,39 NEG -0.2 ± 0.7 0.1,,0.4 2.5 3/9198 
152 29 152 6 I Hall-3 B Cabinet Door-Ins Intact Wood Bc:ige 0.24±010 NEG -0.6 ± 0.7 -0.6,,0.7 10.0 3/9/98 
153 29 153 6 I Hall-3 B Cabinet Shelf Intact Wood Bdge 0.00:1: 0.10 NEG -0.2 ± 0.7 0.0,,0.1 1.0 3/9/98 
154 29 154 6 I Hall-3 C Door Door Intact Wood Bc:ige 0.11 ± 0.21 NEG -0.1 ± 0.7 0.1,,0.2 1.9 3/9/98 
155 29 ISS 6 I Hall-3 C Door Casing Intact Wood Bdge 0.25 ± 0.41 NEG 00 ± 0.4 0.3,,0.4 66 3/9/98 
156 29 156 6 I Hall-3 C Floor Floor Intact Wood VARNISH OOO±O.lO NEG 0.1 ±07 00,,0.1 1.0 319/98 
157 29 157 6 I Room-3 C Floor Floor Intact Wood VARNISH O.OO± 0.10 NEG -0.5 ± 0.8 0.0,,0.1 1.0 3/9/98 
158 29 158 6 1 Porch-l A Porch Columns Intact Wood White »5.0:1: 1.00 POS 21.6,10 3.1 21.6;:3.1 l.9 319198 
159 29 159 6 1 Porch-I B Wall Wall Intact Masonite White »5.0± 1.00 POS 12.1±2.7 12.H, 2.7 7.7 l19198 
160 29 160 6 1 Porch-I C Wall Wall Intact Masonite White 0.00:1: 0.10 NEG -0.5 ± 0.8 0.0,,0.1 10 3/9/98 
161 29 161 6 1 Porch-l B Wall Wall Intact Masonite Wlhite »5.0± 1.00 POS 14.6,10 2.7 14.6;:2.7 5.7 3/9198 
162 29 162 6 1 Porch-I A Porch Lattice Intact Wood Green 0.62:1: 1.87 POS 8.5,102.2 8.5;,2.2 5.0 3/9/98 
163 29 163 6 I Porch-I C Door Door Intact Wood White 0.00*0.10 NEG O.O± 0.7 00;,0 I 1.0 3/9/98 
164 29 164 6 I Porch-I C Door Casing Intact Wood White 000±0.19 NEG 01:1:0.6 00,,0.2 10 319198 
165 29 165 6 1 Porch-l D Door Door Intact Wood Willite »5.0:1: 1.00 POS 14.3:1: 2.5 14.3;,2.5 5.1 3/9/98 
166 29 166 6 1 Porch-l D Door Casing Intact Wood Willite »5.0,10 1.00 POS 17.9 *3.1 17.9;,3.1 6.5 3/9/98 
167 29 167 6 I Porch-I A Closet Door Intact Wood Bdge 0.05 ± 0.26 NEG -0.2 * 0.6 0.1 ,,0.3 16 319/98 
16& 29 168 6 I Porch-I A Closet Casing Intact Wood Bdge 001 ±O.lO NEG -0.5 * 0.7 0.0,,0.1 1.0 3/9/98 
169 29 169 6 I Porch-I B Closet Baseboard Intact Wood Be:ige 002±0 10 NEG 0.0 * 0 6 0.0,,01 3 I 3/9/98 
170 29 170 6 I Porch-I B Closet Wall Intact Drywall Be:ige 002±031 NEG -03 ± 0.7 0.0,,03 12 3/9/98 
I7J 29 171 6 I Porch-I A Closet Wall Intact Drywall Be:ige 001 ± 0.10 NEG -02 ± 0.6 00,,01 1.0 3/9/98 
172 29 172 6 I Porch-I C Closet Wall Intact Drywall Be:ige 001 ±0.18 NEG -0.6± 0 7 0.0,,0.2 10 3/9/98 
173 29 173 6 I Porch-I 0 Closet Wall Intact Drywall Be'ige O.oJ±0.18 NEG -0.5 ± 0.7 0.0;,0.2 1.0 3/9/98 
174 29 174 6 I Porch-1 D Floor Floor Intact Wood Grey 0.12 ± 0.15 NEG -0.3*07 0.1,,02 1.3 3/9/98 
175 29 175 6 1 Shutter Cal-\ Calibrate Calibrate o OO± 0.00 o o± 0.0 0.0,,0.0 0.0 3/9/98 
176 29 176 6 1 Calibrate-l Calibrate Calibrate 1.04 ± 0.13 POS 0.3,100.5 1.0,,0.1 1.1 l/9198 
177 29 177 6 1 Calibrate-2 Calibrate Calibrate 1.01 * 0.22 POS 0.2,100.5 1.0;,0.2 2.2 3/9198 
178 29 I 3 1 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 o.o± 0.0 00;,0.0 00 3/9/98 
179 29 2 3 I Calibrate-I Calibrate Calibrate 0.95 ± 0.\0 NEG -0.1±0.8 1.0;,0.1 1.0 3/9/98 
!80 29 3 3 I Calibrate-2 Calibrate Calibrate 0.88 ± 0 22 NEG -0.3 ± 0.9 0.9,,0.2 20 3/9/98 
81 29 4 3 I Calibrate-3 Calibrate Calibrate 0.93 ± 0.21 NEG 0.7 ± 0.7 0.9,,0.2 2.0 3/9/98 
82 29 5 3 I Room-\ A Wall-Upr Wall-Upr Intact Drywall Bdge 0.01 ± 0.10 NEG 0.2 ± 1.0 0.0,,0.1 1.0 3/9/98 
83 29 6 3 I Room-I B Wall-Upr Wall-Upr Intact Drywall Bdge 0.02 ± 015 NEG 0.4 ± 0 7 00;,02 2.4 3/9/98 
84 29 7 3 I Room-I C Wall-Upr Wall-Upr Intact Drywall Be'ige 004±0.10 NEG o 5± 0 8 0.0,,01 50 3/9/98 
85 29 8 3 I Room-I 0 Wall-Upr Wall-Upr Intact Drywall Beige 000*0.10 NEG -03 ± 1.2 00,,01 1.0 3/9/98 
86 29 9 3 \ Room-I 0 Wall-Lwr Wall-Lwr Intact Wood Beige 0.04 ± 0.10 NEG -0.4 * 1.4 00,,01 32 3/9/98 
n 29 10 3 I Room-I C Wall-Lwr Wall-Lwr Intact Wood Beige 000±01O NEG -0 I± 1.1 00;,0.1 10 3/9/98 
l8 29 11 3 I Room-I B Wall-Lwr Wall-Lwr Intact Wood Beige 001±0.24 NEG -0.2 ± 1.2 00,,0.2 10 3/9/98 
19 29 12 3 I Room-I A Wall-Lwr Wall-Lwr Intact Wood Beige 0.00 ± 0.20 NEG -1.0 ± I 3 0.001,02 1.0 3/9/98 
10 29 13 3 I Room-I A Wall Chair-rail Intact Wood Beige 0.07±031 NEG -03±1.I 0.1 ,10 03 4.4 3/9/98 
'I 29 14 3 1 Room-I A Wall Baseboard Intact Wood Beige 001 ± 0.10 NEG -1.6 ± 1.5 0.001:0 I 17 3/9/98 
2 29 15 3 I Room-I A Floor Floor Intact Wood Vamish 0.00 ± 0.10 NEG -15 ± I 5 0.001,0.1 10 3/9/98 
3 29 16 3 I Room-I B Door-I Door Intact Wood Beige 0.03 ± 0.26 NEG -03± 1.2 001: 0.3 2.6 3/9/98 
4 29 17 3 I Room-I C Door-2 Door Intact Wood Beige 002 ± 0.22 NEG 0.4 * 0 & 0.01: 0.2 20 3/9/98 
5 29 18 3 I Room-I C Door-3 Casing Intact Wood Beige 0.00±0.13 NEG 0.1 ± 1.0 001: 0.\ 10 3/9/98 
\ 29 19 3 I Room-I A Window-I Stool Intact Wood Beige 0.02 ± 0 20 NEG 0.4 ± 0.8 0.01; 0.2 1.6 319/9& , 29 20 l 1 Room-l A Window-I Sash Intact Wood Beige 0.31:1: O.ll POS 1.4 * 0.5 1.4~: 0.5 8.4 319198 

29 21 3 I Room-I A Closet-I Door Intact Wood Beige 0.22 ± 0 42 NEG 04 ± 0.8 0.21; 04 65 3/9/98 
29 22 l I Room-I A Closet-I Casing Intact Wood Beige 002 ± 0.30 NEG 01 ± 10 O.Ool: 0 3 1.3 3/9/98 
29 23 3 I Room-I B Closet-I Baseboard Intact Wood Beige 0.05 * 010 NEG -04 ± 1.2 0101:0.1 44 3/9/9& 
29 24 3 I Room-I C Closet-I Shelf Intact Wood Beige 0.32 ± 0 37 NEG -04 ± I I 03 ole 0 4 32 319/98 

638 
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102 29 25 3 I Room-I C Closet-I Hanger-rod Intact Metal Beige 0.09 ± 0.10 NEG 0.7 ± 1.0 0.1 ± 0.1 2.1 3/9/98 

!O3 29 26 3 I Room-I A Closet-I Wall Intact Drywall Beige 0.20 ± 0.59 NEG -0.5 ± 1.2 02 ± 0.6 4.8 3/9/98 

!O4 29 27 3 I Room-I B Closet-I Wall Intact Drywall Beige 0.13 ± 0.38 NEG 0.6 ± 0 7 01±04 4.8 3/9/98 

205 29 28 3 I Room-I C Closet-I Wall Intact Drywall Beige 0.01±023 NEG -0.1 ± I 2 O.O± 0.2 10 3/9/98 

206 29 29 3 I Room-I 0 Closet-I Wall Intact Drywall Beige 025±0.21 NEG 10±0.7 0.3 ± 0.2 10.0 3/9/98 

207 29 30 3 I Room-I C Wall Wall-Rgstr Intact Metal Beige 003 ± 0 18 NEG 0.7±09 O.O± 0.2 2.6 3/9/98 

208 29 31 3 I Room-2 A Wall-Upr Wall-Upr Intact Drywall Beige 0.01±0.10 NEG -0.1 ± 1.2 O.O±O.I 1.8 3/9/98 

209 29 :12 3 I Room-2 B Wall-Upr Wall-Upr Intact Drywall Beige 0.10 ± 0.10 NEG -OJ ± 1.0 01 ±O.I 10.0 3/9/98 

210 29 33 3 I Room-2 C W~lll-Upr Wall-Upr Intact Drywall Beige 0.02 ± 0.21 NEG 0.6 ± 0.7 0.0 ± 02 2.0 3/9/98 

211 29 34 3 I Room-2 0 Wall-Upr Wall-Upr Intact Drywall Beige 0.05 ± 0.10 NEG -0.2 ± 1.2 0.1 ±O.I 4.0 3/9/98 

212 29 35 3 I Room-2 0 Wall-Lwr Wall-Lwr Intact Wc()d Beige 0,0) ±o 10 NEG -0.2 ± \.I O.O± 0.1 1.1 3/9/98 

213 29 36 3 I Room-2 C Wall-Lwr Wall-Lwr Intact Wcoo Beige O.OO±O 10 NEG -0.4 ± \.3 O.O± 0.1 1.0 3/9/98 

214 29 37 3 I Room-2 B Wall-Lwr Wall-Lwr Intact Wc()d Beige 0.15 ± 0.10 NEG -0.2 ± 1.2 O.HO.I 10.0 3/9/98 

215 29 38 3 I Room-2 A WIIII-Lwr Wall-Lwr Intact Wood Beige 004±0.10 NEG -0 I ± 1.0 OO±O.I 7.4 319/98 

216 29 39 3 I Room-2 A Wall Chair-rail Intact Wood Beige O.OO±O 10 NEG -1.5 ± I 3 OO± 0.1 1.1 3/9/98 

217 29 40 3 I Room-2 A Wall Baseboard Intact Wcoo Beige 0.02 ± 0.10 NEG -004 ± 1.2 OO± 0.1 22 3/9/98 

218 29 41 3 I Room-2 A Floor Floor Intact Wood Varnish 0.00 ± 0.17 NEG -0.8 ± I I 00 ± 0.2 1.0 3/9/98 

219 29 42 3 I Room-2 C Door-I Door Intact WMd Beige 001 ±0.23 NEG 0.0 ± 0 9 o O± 0.2 15 3/9/98 

220 29 43 3 I Room-2 C Door-2 Door Intact Wood Beige 0.23 ± 0 27 NEG -0.1 ± \.I 0.2 ± 0 3 95 3/9/98 

221 29 44 3 I Room-2 C Door-2 Casmg Intact Wood Beige 0.03 ± 0 28 NEG O.O± I I O.O± 0.3 2.3 3/9/98 

222 29 45 3 I Room-2 B Window-2 Stool Intact Wo()d Beige 0.09 ± 0.27 NEG 06±07 0.1 ± 0.3 5.2 3/9/98 

223 29 46 3 I Room-2 B Window-2 Stool Intact Wooo Beige 0.34 ± 0 24 NEG 1.2 ± 0.5 0.3 ± 0 2 10.0 3/9/98 

224 29 47 3 I Room-2 A Closet Door Intact Wooo Beige 0.15±0.\O NEG -0.7 ± \.5 02±0.1 8.6 3/9/98 

225 29 48 3 I Room-2 A Closet Casing Intact Wooo Beige 006 ± 0 37 NEG 0.0 ± 1.0 0.1 ±0.4 3.1 3/9/98 

226 29 49 3 J Room-2 B Closet Baseboard Intact Wooo Beige 0.01 ± 0 29 NEG -1.6 ± \.5 00 ± 0.3 1.0 3/9/98 

227 29 50 3 I Room-2 C Closet Shelf Intact Wood Beige 0.28 ± 0 41 NEG -0.2 ± 0.9 0.3 ± 0.4 39 319/98 

228 29 51 3 I Room-2 C Closet Hanger-rod Intact Metal Beige 0.31 ±051 NEG -06± 1.2 0.3 ± 0.5 6 I 3/9/98 

229 29 52 3 I Room-2 A Closet Wall Intact Drywall Beige 0040 ± 0 38 NEG -06 ± 1.2 004 ± 0.4 [00 3/9/98 

230 29 ~)3 3 I Room-2 B Closet Wall Intact Drywall Beige 0.24 ± 0.10 NEG -09± \.3 0.2±0.1 [0.0 3/9/98 

231 29 ~)4 3 I Room-2 C Closet Wall Intact Drywall Beige o 16±0.10 NEG 0.1 ±0.9 0.2±0.1 10.0 3/9/98 

232 29 ~)5 3 I Room-2 0 Closet Wall Intact Drywall Beige 021 ± 0.10 NEG -0.1±1.2 0.2± 0.1 10.0 3/9/98 

233 29 ~)6 3 I Room-2 C Wall Wall-Rgstr Intact Metal Beige 0.09 ± 0.10 NEG -0.4 ± 1.4 0.1 ± 0 I 10.0 3/9/98 

234 29 57 3 I Bath-2 A Wall Wall Intact Wa\ilppr Beige 0.Q2 ± 0.30 NEG -0.5 ± 1.3 00 ± 0.3 1.9 3/9/98 

235 29 58 3 I Bath-2 B Wall Wall Intact Waillppr Beige O.OO±O.IO NEG -0.5± 1.3 O.O± 0.1 1.0 3/9/98 

236 29 59 3 I Bath-2 C Wall Wall Intact WaJ!lppr Beige 001±0.23 NEG -os± 13 0.0 ± 02 1.0 3/9/98 

237 29 60 3 I Bath-2 0 Wall Wall Intact Wallippr Beige 0.07 ± 010 NEG -06± 1.2 01 ± 0.1 4.5 3/9/98 

238 29 61 3 I Bath-2 A Door Door Intact Wood Beige 012 ± 0.52 NEG -0.2 ± 1.1 0.1 ± 0 5 3.7 3/9/98 

239 29 62 3 I Bath-2 A Door Casing Intact Wood Beige 0.06 ± 0.40 NEG -04 ± 1.2 0.1 ± 0.4 1.9 3/9/98 

240 29 63 3 I Bath-2 B Window Stool Intact Wood Beige 0.25 ± 0.24 NEG 0.0 ± 1.1 0.3 ± 0.2 10.0 3/9/98 

241 29 4i4 3 1 Uath-2 U Window Sash lntact Wood Ueige 0.12:0.14 POS 1.3: 0.5 1.3:0.5 3.8 1/9/98 

242 29 65 3 I Bath-2 0 Cabinet Door-Out Intact Wood Beige O.OO±O.IO NEG 0.3 ± 0.9 O.O± 0.1 1.0 3/9/98 

243 29 66 3 I Bath-2 0 Cabinet Inside Intact Wood Beige 0.00 ± 0.10 NEG -0.2 ± 12 00±01 1.0 3/9/98 

244 29 67 3 I Shutter Cal .. I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 OO±OO 00 3/9/98 

245 29 1,8 3 1 Ca'librate-1 Calibrate Calibrate 1.07: 0.14 POS 0.6 ± 0.8 1.1 ± 0.1 1.0 3/9198 

246 29 1,9 3 1 Callibrate-2 CaUbrate Calibrate 1.39:0.35 POlS 0.7±0.8 1.4 ± 0.4 2.9 3/9198 

247 29 ~70 3 1 Callibrate-3 C.,librate Calibrate 1.l7 :0.28 POlS 0.9 ± 0.7 1.2 ± 0.3 2.5 1/9/98 

248 29 71 3 1 Callibrate-4 CaUbrate Calibrate 1.14: 0.27 POlS 0.6±0.8 1.1 ± 0.1 2.4 119198 

249 29 n 3 I Callibrate-5 Ca,librate Calibrate 1.19 ± 0.28 POlS -0.4 ± 0.7 1.2 ± 0.3 2.5 1/9198 

250 29 73 3 I Callibrate-6 CaUbrate Calibrate 1.22 ± 0.29 POlS -0.1 ±0.8 1.2 ± 0.1 2.5 1/9/98 

251 29 ~r4 3 I Callibrate-7 Calibrate Calibrate 1.09 ± 0.26 POlS 0.5±0.8 1.U 0.1 2.4 3/9/98 

252 29 75 3 2 Shutter Cal .. 1 Calibrate Calibrate 0.00 ± 0.00 O.O±O.O O.O± 0.0 00 3/9/98 

253 29 ~r6 3 2 CaHbrate-1 Calibrate Calibrate 1.10 ± 0.14 POlS 0.6 ± 0.7 1.1 ± 0.1 1.1 3/9198 

254 29 n ,} 2 Calibrate-2 Calibrate Calibrate 1.01 ±0.24 POlS 0.0±0.8 1.0± 0.2 2.3 3/9198 

255 29 :18 3 2 Room-3 A WIIII-Upr Wall-Upr Intact Drywall Beige 0.00 ± 010 NEG 03 ± 0.8 O.O± 0.1 1.0 3/9/98 

256 29 79 3 2 Room-3 B Wllll-Upr Wall-Upr Intact Drywall Beige 0.01 ± 0 10 NEG -0.2 ± \.2 OO±O.I 1.0 3/9/98 

257 29 80 3 2 Room-3 C Wllll-Upr Wall-Upr Intact Drywall Beige 0.01 ± 0.26 NEG -13±1.7 00 ± 0.3 10 3/9/98 

258 29 III 3 2 Room-3 0 Wllll-Upr Wall-Upr Intact Drywall Beige 0.06 ± 0.31 NEG -\.2 ± 1.6 OI±O.3 3.7 3/9/98 

259 29 112 3 2 Room-3 0 Wmll-Lwr Wall-Lwr Intact Wood Beige 0.05 ± 0.10 NEG -\.I±13 0.1 ±O.I 4.7 3/9/98 

260 29 83 3 2 Room-3 C WIlII-Lwr Wall-Lwr Intact Wood Beige 0.03 ± 0.34 NEG -0.1 ± 1.1 0.0 ± 0.3 16 3/9/98 

261 29 114 3 2 Room-3 B Wmll-Lwr Wall-Lwr Intact Wood Beige 0.00 ± 0.10 NEG -06±[2 OO± 0.[ 1.0 3/9/98 

262 29 115 3 2 Room-3 A WIlIl-Lwr Wall-Lwr Intact Wood Beige 0.02 ± 0.10 NEG -0.1 ± 1.1 OO±O.[ 22 3/9/98 

263 29 116 3 2 Room-3 A Wall Chair-rail Intact Wood Beige 0.01 ± 0.18 NEG -0.2 ± 1.0 O.O± 0.2 10 3/9/98 

264 29 117 3 2 Room-3 A Wall Baseboard Intact Wood Beige 0.0\ ±O.lO NEG -07 ± 14 00 ± 0.1 16 3/9/98 

265 29 1!8 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 0.04 ± 0.30 NEG -0.8 ± 1.5 0.0 ± 0.3 2.7 3/9/98 

266 29 1!9 3 2 Room-3 C WlIldow-1 Stool Intact Wood Beige 0.00 ± 0.13 NEG 0.2 ± 0 9 O.O± 0.1 1.0 3/9/98 
~ Room-3 C Window-l Sash Intact Wood Beige 0.27 ± 0.19 POlS 1.6 ± 0.5 1.6 ± 0.5 111.0 3/9/98 

Floor Intact Wood Varnish 000 ± 0.10 NEG -0.4 ± I 4 0.0 ± 0.1 1.0 3/9/98 
n1 ... ~A "R,Pl0e 004 ± 0.28 NEG 0.4 ± 0.8 0.0 ± 0.3 3/9/98 
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No Site XLNo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(mglem') RES PbK Combined DI Date Note 
270 29 93 3 2 Room-] C Closct-2 Casing Intact Wood lIelgc 003±0.15 NEG -I] ± 14 0.0 ± 0 2 1.0 3/9/98 
271 29 94 3 2 Room-3 0 Closet-2 Baseboard Intact Wood Beige 003 ± 0.31 NEG 00110 00±03 2 I 3/9/98 
272 29 95 3 2 Room-3 A Closot-2 Shelf Intact Wood Beige 006±010 NEG 0.3 ± 0 9 01 ± 0 I 12 3/9/98 
273 29 96 3 2 Room-3 A Closet-2 Hanger-rod Intact Wood Beige 0.14 ± 0.22 NEG 05 ± 1.0 01 ± 0.2 3.7 3/9/98 
274 29 97 3 2 Room-3 A Closet-2 Wall Intact Drywall Beige 0.03 ± 0.10 NEG -0.2 ± \.3 0.0 ± 0 I 3.2 3/9/98 
275 29 98 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 0.05 ± 0.29 NEG -I O± 14 0.1 ±0.3 3.8 3/9/98 
276 29 99 3 2 Room-3 C Closet-2 Wall Intact Drywall Beige 0.09 ± 0.23 NEG 0.2 ± 0.8 0.1 ± 0.2 5.5 3/9/98 
277 29 )00 3 2 Room-3 0 Closet-2 Wall Intact Drywall Beige O.l5±0.1O NEG 02±09 0.2±0) 10.0 3/9/98 
278 29 JO) 3 2 Room-3 A Door-I Door Intact Drywall Beige 0\7±0.10 NEG 0.3 ± 0.9 0.2±0 I 10.0 3/9/98 
279 29 102 3 2 Room-3 A Door-2 Casmg Intact Drywall Beige 007 ± 010 NEG 0.2 ± 0 9 0.1 ±O.l 10.0 3/9/98 
280 29 103 3 2 Room-3 B Door-2 Door Intact Wood Beige 006±010 NEG 0.4 ± 0.8 0.) ± 0.1 7.5 3/9/98 
281 29 104 3 2 Room-3 B 000r-3 Door Intact Wood Beige 0.02 ± 0.10 NEG -0.2 ± 1.2 O.O±O.I 1.9 3/9/98 
282 29 lOS 3 2 Bath-3 A Wall Wall Intact Wallppr Beige 0.00 ± 0.10 NEG -O.)±I.\ 00±01 10 3/9/98 
283 29 106 3 2 Bath-3 C Wall Wall Intact Wallppr Beige 0.00 ± 0.)9 NEG -0.9 ± \.3 0.0 ± 0.2 1.0 3/9/98 
2&4 29 107 3 2 Bath-3 C Wall Wall Intact Wallppr Beige o I7±029 NEG ·0.1 ± 1.1 0.2 ± 0 3 74 3/9/98 
285 29 \08 3 2 Bath-3 D Wall Wall Intact Wallppr Beige 0.01 ± 0.26 NEG -02± 1.1 00 ± OJ 10 3/9/98 
286 29 109 3 2 Bath-3 0 Door Door Intact Wood Beige 0.08 ± 0.34 NEG 0.1 300.9 0.1 ± 0.3 38 3/9/98 
287 29 110 3 2 Bath-3 D Door Casing Intact Wood Beige 0.18 x 0.37 NEG 0.5 x ,0 8 02±04 6.3 3/9/98 
288 29 III 3 2 Bath-3 C Window Stool Intact Wood Beige 039 ± 0.38 NEG 0.6±D 8 04±04 88 3/9/98 
289 29 112 3 2 Bath-3 C Window Sash Intact Wood Beige 0.12 ± 0.25 NEG 0.701.,0.7 01 ± 0.3 3.4 3/9/98 
290 29 113 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige 000±019 NEG -0 7± 13 00 ± 0.2 1.0 3/9/98 
291 29 114 3 2 Bath-3 B Cabinet Inside Intact Wood Beige OOO±O.lO NEG -0.8 ± 1.3 00±01 1.0 3/9/98 
292 29 1\5 3 2 Hall-4 A Wall-Upr Wall-Upr Intact Drywall Beige 0.01 ± 0.25 NEG -I o± I 5 O.O± 0.3 1.3 3/9/98 
293 29 116 3 2 Hall-4 B Wall-Upr Wall-Upr Intact Drywall Beige 001 ±O.lO NEG -0.8± 1.4 OO± 0.1 10 3/9/98 
294 29 1\7 3 2 Hall-4 C Wall-Upr Wall-Upr Intact Drywall Beige 012±0.10 NEG -0 9± I 5 01 ±O.I 10.0 3/9/98 
295 29 118 3 2 Hall-4 D Wall-Upr Wall-Upr Intact Drywall Beige 002 ± 0.31 NEG 0.3 ± '0 9 0.0 ± 0 3 1.4 3/9/98 
296 29 119 3 2 Hall-4 D Wall-Lwr Wall-Lwr Intact Wood Beige 004±0 10 NEG -0101.\.1 00±01 35 3/9/98 
297 29 120 3 2 Hall-4 C Wall-Lwr Wall-Lwr Intact Wood Beige O.IO±O.IO NEG -1.6 ± I 5 0.1 ±O.I 10.'0 3/9/98 
298 29 121 3 2 Hall-4 B Wall-Lwr Wall-Lwr Intact Wood Beige 0.06±0.10 NEG -0.7± 1.2 0.1 ± 0.1 5.4 3/9/98 
299 29 122 3 2 Hall-4 A Wall-Lwr Wall-Lwr Intact Wood Beige 0.03 ± '0.)0 NEG -0.1 01. \.I O.O± 0 I 26 3/9/98 
300 29 123 3 2 Hall-4 A Wall Chair-rail Intact Wood Beige 000 ± 0.17 NEG -0.101. \.I 0.0 ± 0.2 10 3/9/98 
301 29 124 3 2 Hall-4 A Wall Baseboard Intact Wood Beige 0.02 ± 0.11 NEG -0.4 ± 1.1 O.O±O.I ) I 3/9/98 
3'02 29 125 3 2 Hall-4 A Floor Floor Intact Wood Varnish 0.'00 ± 0.11 NEG '0.3 ± 10.8 G.O±O.I 10 3/9/98 
303 29 126 3 2 Hall-4 D Floor Register Intact Metal Grey O.OH 0.10 NEG 0.5 ± 1'0 OO± 0.1 1.0 3/9/98 
304 29 127 3 2 Hall-4 A Door-I Door Intact Wood Beige 024 ± 0.47 NEG 03 ± 10.8 OH05 43 3/9/98 
305 29 128 3 2 Hall-4 A Door-3 Door Intact Wood Beige 0.23 ± 0.33 NEG -0.4 ± I 0 02 ± 0.3 3.1 3/9/98 
306 29 129 3 2 Hall-4 D Door-5 Casing Intact Wood Beige 031 ± 0.48 NEG -0.5 ± 1.1 0.3 ± 0.5 7.4 3/9/98 
307 29 130 3 2 Hall-4 D Stairs WallCasing Intact Wood Beige 008 ± 0 48 NEG -0.4 ± 1.3 01±05 2.9 3/9/98 
308 29 131 3 2 Hall-4 D Closet Door Intact Wood Beige 011 ± 0.66 NEG -10 i 1.4 0.1 ±G.7 2.9 3/9/98 
309 29 132 3 2 Hall-4 D Closet Casing Intact Wood Beige 0.13 ± 0.3'0 NEG -O.H 1.1 01 ± 0.3 2.6 3/9/98 
310 29 133 3 2 Hall-4 A Closet Baseboard Intact Wood Beige 0.12 ± '0.19 NEG DH '09 01±02 25 3/9198 
31 I 29 134 3 2 Hall-4 B Closet-Upr Shelf Intact Wood Beige 0.00 ± 0.10 NEG -\.I±14 0.0 ± 0.1 1.'0 3/9/98 
312 29 I3S 3 2 Hall-4 B Closet-Lwr Shelf Intact Wood Beige O.OO±O.IO NEG -04 ± 1.0 OO±O.I 1.0 3/9/98 
313 29 136 3 2 Hall-4 A Closet Wall Intact Drywall Beige 002 ± 0.29 NEG 0.\ x 1.0 o.o± 03 1.6 3/9/98 
1I4 29 137 3 2 Hall-4 B Closet Wall Intact Drywall Beige 0.19 ± 0.17 NEG D.7iD.7 0.2 ± 0.2 10.0 3/9/98 
lIS 29 138 3 2 Hall-4 C Closet Wall Intact Drywall Beige O.13iO.IO NEG 0.2 ± '0.8 0.1 ±O.I 10.0 3/9/98 
116 29 139 3 2 Hall-4 D Closet Wall Intact Drywall Beige 0.16 i 0.25 NEG '0.4 ± '0.7 0.2 ± 0.3 7.4 3/9/98 
:\7 29 140 3 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0.58 ± 0.52 NEG -0 I ± ,0 8 06 ± 0.5 5.8 3/9/98 
18 29 141 3 2 HallA A Cabinet Inside Intact Wood Beige 001 ± 0.34 NEG -0.3 ± I 3 '0.'0 ± 0.3 II 3/9/98 
19 29 142 3 2 Hall-4 D Door Ovrhd-Door Intact Wood Beige 0.00±DI4 NEG 0.1 ± ,0.9 00±01 1.0 3/9/98 
20 29 143 3 2 Hall-4 D Casing Ovrhd-Door Intact Wood Beige 0.01 ± 0.10 NEG 0.2 ± 0.9 O.O± '0 I 1.0 3/9/98 
21 29 144 3 2 Hall-4 D Ceil-regist Casing Intact Wood Beige 0'02 ± 028 NEG O.O± I I 0.0 ± 0 3 20 3/9/98 
22 29 145 3 1 Shutter Cal- I Calibrate Calibrate '000 ± 0.00 0.0 ± <0 0 OO±DD '0.0 3/9/98 
~3 19 146 3 1 Calibnte-I Calibrate Calibrate 1.09± 0.14 POS 0.2±1O.8 1.1 ±O.I 1.1 3/9198 
14 29 147 3 I Calibrate-2 Calibrate Calibrate 098 ± 0.38 NEG -0 7± I 3 10 ± 0.4 2 I 3/9/98 
!5 29 148 3 I Room-I C Ceihng Ceihng Intact Drywall Beige 0.00 ± 0.11 NEG -03 ± 1.2 O.D± 0 I 1.0 3/9/98 
!6 29 149 3 I Room-I C Wall Crown-mold Intact Wood Beige 0.00 ± 0.\9 NEG -I O± 14 00 ± 0.2 10 3/9/98 
'7 29 150 3 I Hall-I B Ceiling Ceilmg Intact Drywall Beige 007±046 NEG -0.5 ± 1.3 '0.1 ± '0 5 2.9 3/9/98 
8 19 151 3 I POf.;:b·l B Por~h Ceiling (pta.;:t Wood White 3.43 ± 2.66 POS J.8± I.S J.8 ± 1.5 3.3 3/9198 
9 29 152 3 I Porch-I B Closet Ceilmg Intact Drywall Beige 0.00±010 NEG -02±\.2 O.O±O.I 10 3/9/98 
'0 29 153 3 I Room-2 A Closet Ceiling Intact Drywall Beige O.OO± 0.10 NEG 0.4 ± ,0.8 OO±O.I 1.1 3/9/98 
I 29 154 3 I Room-2 A Ceihng Ceihng Intact Drywall Beige 005 ± 0.23 NEG -0.101. I 0 0.1 ±0.2 44 3/9/98 
2 29 155 3 I Hall-2 A Ceiling Ceiling Intact Drywall Beige 0.14±O.lO NEG -0.6 ± 1.3 0.1 ±O.I 100 3/9/98 
l 29 156 3 I Hall-2 A Closet Ceiling Intact Drywall Beige 0.00±0.10 NEG 02 ± 10.9 O.O±O.I 1.0 3/9/98 
I 29 157 3 I Bath-I D Ceiling Ceiling Intact Drywall Beige 053 ± 0.53 NEG 0.9± '08 0.5 ± 0.5 67 3/9/98 
i 29 158 3 I Kitchen B Ceiling Ceiling Intact Drywall Beige 0.02 ± '032 NEG DO ± '0.9 0.0 ± 0 3 1.4 3/9/98 

29 159 3 1 POf.;:b-2 B Porch Ceiling Intact Wood White 2.45 ± 1.41 POS 2.8 ± 1.6 2.S ± 1.4 4.7 319/98 
29 160 3 I Room·3 A Porch Ceiling Intact Drywall Beige 001 ±022 NEG 0.1 ± 1.0 00±02 10 3/9/98 

640 
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ngel (NEG'o::INC<POS): Device PCS 

Jo Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combin"d III Date Note 

38 29 161 3 I Room-3 A Wall Crown-mold Intact Wood Beige 0.01 ±O 14 NEG 0.7 ± 0.8 O.O±O.I 10 3/9198 

39 29 162 3 1 Hall-3 A Wall Crown-mold Intact Wood Beige 0.01±0.19 NEG 01±09 o.o± 0.2 10 3/9/98 

40 29 163 3 1 Hall-3 A CeIling Ceiling Intact Drywall Beige 002±0.10 NEG -0.5 ± 13 0.0 ± 0.1 43 3/9/98 
,41 29 164 3 2 Room-I C Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -1.5 ± 1 6 O.O±O 1 1.0 3/9/98 
,42 29 165 3 2 Room-I C Wall Crown-mold Intact Wood Beige 0.01 ± 0.24 NEG -0.4 ± 1.3 0.0 ± 02 1.0 3/9/98 

i43 29 166 3 2 Room-I A Closet Ceiling Intact Drywall Beige o 19±O.10 NEG -02 ± 1 1 0.2 ± 0 I \0.0 3/9/98 

144 29 167 3 2 Room-2 A Closet Ceilmg Intact Drywall Beige 003±0.19 NEG O.O± I 0 00 ± 0.2 1.5 3/9/98 

145 29 168 3 2 Room-2 C Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -03± 1.2 O.O±O.I 1.0 3/9/98 

146 29 169 3 2 Room-2 C Wall Crown-mold Intact Wood Beige 000 ± 0.10 NEG 02 ± 1.0 0.0 ± 0.1 10 3/9/98 
,47 29 170 3 2 Room-3 A Wall Crown-mold Intact Wood Beige 003 ± 0.10 NEG 0.2 ± 0.8 O.O±O.I 37 3/9/98 
,48 29 171 3 2 Room-3 A Ceiling Ceiling Intact Drywall Beige 001 ±028 NEG -0.2± I 0 0.0 ± 0.3 1.0 3/9/98 

349 29 172 3 2 Room-3 A Closet Ceiling Intact Drywall Beige 019±010 NEG -0.2 ± 1.0 0.2±0 I 10.0 3/9/98 

350 29 173 3 2 Bath-2 B Ceiling Ceiling Intact Drywall Beige O.OH 010 NEG -0.8 ± 1.4 01±01 6.5 3/9/98 

351 29 174 3 2 Bath-3 D Ceiling Ceiloing Intact Drywall Beige 0.09±0.10 NEG 0.4 ± 0 8 01 ±0.1 10.0 3/9/98 

352 29 175 3 2 Hall-4 B Ceiling Ceil:ing Intact Drywall Beige 0.00 ± 0.10 NEG -1.\ ± 1.4 0.0 ±O.I 10 3/9/98 

353 29 176 3 2 Hall-4 B Closet Ceiling Intact Drywall Beige 0.16 ± 0.18 NEG 0.9 ± 0.7 0.2 ± 0.2 87 3/9/98 

354 29 177 3 2 Garage-Int A Wall W,dl Intact NonWood Beige 0.01±0.10 NEG -05 ± 1.0 00 ± 0.1 1.0 3/9/98 

355 29 178 3 2 Garage-Int B Wall W,a.1I Intact NonWood Beige O.IO±O.IO NEG 00±11 01 ± 0.1 10.0 3/9/98 

356 29 179 3 2 Garage-Int C Wall W,a.1I Intact NonWood Beige 0.00 ± 0.10 NEG -0.5 ± 1.5 00 ±O.I 1.0 3/9/98 

357 29 180 3 2 Garage-Int D Wall W,a.1I Intact NonWood Beige 0.01±0.10 NEG -0.1 ± I 2 0.0 ± 0.1 1.0 3/9/98 

358 29 181 3 2 Garage-Int A Door-I Casing Intact Wood Beige 0.01 ± 0.10 NEG 0.1 ± 1.0 0.0 ± 0.1 1.0 3/9/98 

359 29 182 3 2 Garage-Int C Door-2 Door Intact Wood Beige 0.00 ± 0.10 NEG -07± 1.4 O.O±O.I 10 3i/9/98 

360 29 183 3 2 Garage-Int C Door-2 Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.6 ± 1.5 0.0 ± 0.1 1.0 3i/9/98 

361 29 184 3 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 O.O± 0.0 0.0 ± 0.0 0.0 3i/9198 

362 29 185 3 2 Calibrate-I Calibrate Calibrate 1.08 ± 0.14 POS 0.3± 0.8 1.1 ± 0.1 1.1 31/9/98 

363 29 186 3 2 Calibrate-2 Calibrate Calibrate 0.92 ± 0.22 NEG 03 ± 0.8 0.9 ± 0 2 2 I 3/9198 

364 29 187 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 O.O± 0 0 0.0 ± 00 00 3/10/98 

365 29 188 3 I Calibrate-I Calibrate Calibrate 1.11 ± 0.14 POS 1.2 ± 0.7 1.1 ± 0.1 1.1 3/10/98 

366 29 189 3 I Calibrate-2 Cahbrate Calibrate 0.96±0 10 NEG 0.4 ± 0 7 1.0 ± 0.1 10 3/10/98 

367 29 190 3 I Calibrate-3 Calibrate Calibrate 0.97 ± 0 23 NEG 0.6 ± 0 8 1.0 ± 02 2.1 3/10/98 

368 29 191 3 I House-ext. A Wall WI!II Intact Masonite White 0.00 ± 0.10 NEG 01±09 O.O± 0 I 10 3/10/98 

369 29 192 3 I House-ext. B Wall W,dl Intact Masonite White 0.00 ± 0.10 NEG -0.3 ± 1.3 0.0 ± 0.1 1.0 3/10/98 

370 29 193 3 I House-ext. C Wall W:!II Intact Masonite White 0.03 ± 010 NEG 0.4 ± 0 8 O.O± 0.1 10.0 3/10/98 

371 29 194 3 I House-ext. D Wall WI!lI Intact Masonite White O.IO±O.IO NEG -0.8 ± 1.4 01 ± 0.1 10.0 3/10/98 

371 29 195 3 I House-ext. C Window-6 Stool Intact Wood White 4.35 ± 1.75 POS 13.2±3.4 13.2 ±3.4 10.0 3/10/98 

373 29 196 3 1 House-ext. C Window-6 Sash-Ext Poor Wood White »5.0± 1.00 POS 7.0± 2.9 7.0±2.9 7.2 3/10198 

374 29 197 3 I House-ext. C Door-I Door Intact Wood White 0.00± 0.10 NEG -0.2 ± I I 00±01 1.0 3/10/98 

375 29 198 3 I House-ext. C Door-I Casmg Intact Wood White O.ot ± 0.10 NEG o I ± 1.0 O.O±O I 1.0 3/10/98 

376 29 199 3 1 House-ext. C Elec-Panel Elec I~anel Intact Metal White »5.0± 1.00 POS 11.1 ± 6.5 11.1 ± 6.5 10.0 3/10/98 

377 29 200 3 I House-ext. C Crawlspace Casing Intact Metal White 0.20 ± 0.10 NEG -1.3± 19 0.2 ±O.I 10.0 3/10/98 

378 29 201 3 1 Porch-2-Ext D Porch Columns Intact Wood White 2.26 ± 3.83 POS 19.1 ± 6.1 19.1 ±6.1 S.5 3l10198 

379 29 202 3 I Porch-2-Ext D Porch Trim-Lwr Intact Wood White O.IH 0.19 NEG -02±12 0.2 ± 0.2 16 3/10/98 

380 29 203 3 I Porch-2-Ext D Porch Floor Intact Wood Grey 036±0.17 NEG 0.3 ± 0.8 04 ± 0.2 2.3 3/10/98 

381 29 204 3 I House-ext. D Door Door Intact Wood Green 009 ± 0.10 NEG -15±1.5 01 ±O.I 78 3/10/98 

382 29 205 3 1 House-ext. D Door Calling Intact Wood Green 3.71 ± 2.39 POS 12.6 ± 4.8 12.6 ± 4.8, 4.8 3l10/98 

383 29 206 3 I Porch-2-Ext D Porch Lattice Intact Wood Green 043 ± 0.46 NEG -07±1.3 04 ± 0.5 9.8 3/10/98 

384 29 207 3 1 Porch-2-Ext D Porch Awning Intact Metal White 2.08 ± 1.04 POS 3.1 ± 1.4 2.1 ± 1.0 4.8 3l10/98 

385 29 208 3 I Porch-2-Ext A Door-2 Door Intact Fibrlgas While 000 ± 0.10 NEG -0.4±1.4 OO±O.I 1.0 3/10/98 

386 29 209 3 1 Porch-2-Ext A Door-2 Ca!Iing Intact Wood White 3.75 ± 2.34 POS 13.6±3.6 13.6 ± 3.6, 10.0 3110/98 

387 29 210 3 1 Porcb-I-Ext A Porch Columns Intact Wood White »5.0± 1.00 POS IS.2± 6.2 15.2 ± 6.2 9.8 3/10/98 

388 29 2ll 3 1 Porch-I-Ext A Porch Trim-Lwr Intact Wood Wbite »5.0± 1.00 POS 13.2± 6.6 13.2 ± 6.6 10.0 3/10/98 

389 29 212 3 1 Porch-I-Ext A Porch Floor Intact Wood Grey 0.73±0.19 POS 1.4 ± 0.6 1.4 ± 0.6 3.9 3/10/98 

390 29 213 3 1 Porch-I-Ext A Porch Lattice Intact Wood Green »5.0 ± 1.00 POS 12.5± 6.2 12.5 ± 6.2 10.0 3/10/98 

391 29 214 3 I Porch-I-Ext A Porch Awning Intact Metal White O.OO±O 10 NEG -0.9 ± I 6 O.O±O I 1.0 3/10/98 

392 29 215 3 2 House-ext. A Gutter Gutter Intact Metal White OOO±O 10 NEG -02±1.I O.O±O I 1.0 3/10/98 

393 29 216 3 I House-ext. B Gutter Downspout Intact Metal White 0.04 ± 010 NEG -03±1.3 O.O±O I 3.5 3/10/98 

394 29 217 3 2 House-ext. B Facia Facia Intact Wood White »5.0 ± 1.00 POS 18.2 ± 5.8 18.2 ± 5.8 10.0 3/10/98 

395 29 218 3 2 House-ext. B Soffit Soffit Intact Wood White »5.0 ± 1.00 POS 10.8 ± 6.2 10.8 ± 6.2 10.0 3/10/98 

396 29 219 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0.0 0.0 ± 00 0.0 3/10/98 

397 29 220 3 2 Calibrate-l Calibrate Calibrate 1.02 ± 0.13 POS 0.4 ± 0.8 1.0 ± 0.1 1.0 3/10/98 

398 29 221 3 2 Calibrate-2 Calibrate Calibrate 1.11 ± 0.27 POS 0.0±0.8 1.l±0.3 2.4 3l10/98 

399 29 222 3 2 Calibrate-3 Calibrate Calibrate 1.20 ± 0.28 POS 0.3 ± 0.8 1.2 ± 0.3 2.5 3/10198 

400 29 223 3 2 Calibrate-4 Calibrate Calibrate 1.16 ± 0.28 POS 0.2 ±0.8 1.2 ± 0.3, 2.5 3/10198 

401 29 224 3 2 Calibrate-5 Calibrate Calibrate 1.08 ± 0.26 POS 0.5 ± 0.8 1.1 ± 0.3, 2.3 3110/98 
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Original Reading 
21. 6 
8.5 
0.1 
0.1 
0.3 
0.1 
0.1 
0.0 
0.0 
0.1 

30.90 

30.90/10 = 3.09 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA V AL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
16.7 19.15 

9.9 9.20 
0.2 0.15 
0.0 0.05 
0.3 0.30 
0.0 0.05 
0.0 0.05 
0.2 0.10 
0.0 0.00 
0.1 0.10 

27.40 29.15 

27.40/ 10 = 2.74 

Absolute Difference = 0.35 (3.09 - 2.74) 

C= 451.5025 

D = 3.2508 
E = 3.2828 

451. 5025 X 0.0072 = 3.2508 
3.2508 + 0.032 = 3.2828 
Square Root of 3.2828 = 1.8119 

Squared 
366.7225 

84.6400 
0.0225 
0.0025 
0.0900 
0.0025 
0.0025 
0.0100 
0.0000 
0.0100 

451. 5025 

F = 1.8119 1.8119 x 1.645 = 2.9805(Retest Tolerance Limit) 

Retest Tolerance Limit = 2.9805 

.35 < 2.9805 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Can this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

lfthe absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overaH averages equais or exceeds the Retest T oierance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Paint Page I 
Quarters FF, Quality Evaluation Report 

Charleston Naval Complex 
Site: 29 Date: 3/10/98 

I~angcs (NEG<INC<POS): Device I'('S 

No Site XLNo Insp Fir Room Side Strlt Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
I 29 219 3 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 o.o± 0.0 O.O± 0 0 
2 29 220 :1 Calibrate-l Calibrate Calibrate 1.02 ± 0.13 POS 0.4~ ± 0.8 1.0 ± 0.1 
3 29 221 :1 Calibrate-2 Calibrate Calibrate 1.11 ± 0.27 POS O.O± 0.8 1.1 ± 0.3 
4 29 222 :1 Calibrate-3 Calibrate Calibrate 1.20 ± 0.28 POS 0.3'± 0.8 1.2 ± 0.3 
S 29 223 J Calibrate-4 Calibrate Calibrate 1.16 ± 0.28 POS 0.2::1: 0.8 1.2:1: 0.3 
6 29 224 :1 Calibrate-S Calibrate Calibrate 1.08:1: 0.26 POS 0.5::1:0.8 l.l:l: 0.3 
7 29 225 J 1 Porch-I-Ext Porth Columns Intact Wood White 3.73 ± 2.36 POS 16.7':1: 3.9 16.7:1: 3.9 158 
8 29 226 J I Porch-I-Ext Por<:h Lattice Intact Wood Green »S.O± 1.00 POS 9.91 :1: 6.1 9.9:1: 6.1 162 
9 29 227 :I 2 Hall-4 0 Stairs WaliCasing Intact Wood Beige 0.22 ± 0.20 NEG 0.2 :I: 0.9 0.2±0.2 307 
10 29 228 :I 2 Hall-4 C Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.22 NEG .-0.1:1: 1.0 O.O± 0.2 294 
II 29 229 :I 2 Bath-2 B Window Stool Intact Wood Beige 0.25 ± 0.34 NEG -OJ ± 0.9 0.3 ± 0.3 240 
12 29 230 3 2 Bath-2 A Door Door Intact Wood Beige 0.02 ± 0.10 NEG 0.4 ± 0.8 00 ± 0.1 238 
13 29 231 :I 2 Bath-2 B Door Casing Intact Wood Beige 0.03 ± 0.19 NEG -0.4 ± 1.4 0.0:1: 0.2 239 
14 29 232 :I 2 Bath-3 0 Wall Wall Intact Wallppr Beige 0.17 ± 0.33 NEG -13:1: 1.4 0.2 ± 0.3 285 
15 29 233 :I 2 Room-3 B 0001-3 Door Intact Wood Beige O.oJ :I: 0 10 NEG 0.4:1: 0.8 0.0:1: 0.1 281 
16 29 234 3 2 Room-2 B Window-2 Stool Intact Wood Beige O.IO±O.IO NEG -I 1:1: 1.4 01:1: 0.1 222 
17 29 235 3 2 Shutter Cal-I Calibrate Calibrate 0.00 :1:0.00 0.0:1: 0.0 0.0:1: 0 0 
18 29 236 21 2 Calibrate-I Calibrate Calibrate 1.13 ± 0.14 POS 0.5i ± 0.8 1.1 ± 0.1 
19 29 237 21 2 Calibrate-2 CaIi br'ate Calibrate 1.12:1: 0.14 POS 0.91 :1: 0.7 1.1 ± 0.1 
20 29 238 21 2 Calibrate-3 Calibrate Calibrate l.OS ± 0.14 POS -0.7' ± 0.9 l.l ± 0.1 
21 29 239 21 2 Calibrate-4 Calibrate Calibrate 1.22 ± 0.29 POS 0.3i ± 0.8 1.2 ± 0.3 
22 29 240 21 2 Calibrate-5 Calibr'ate Calibrate 1.04 ± 0.25 POS OA± 0.8 1.0:1: 0.3 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters FF, 1288 Avenue H, Charleston Naval Complex, 

Charleston SC 

Sample 
Number 

NBC/ 
Qtrs H 
D01 
NBC/ 
Qtrs H 
D02 
NBC/ 
Qtrs H 
D03 

I 
NBC/ 
Qtrs H 

I D04 
NBC/ 
Qtrs H 
D05 
NBC/ 
Qtrs H 
D06 
NBC/ 
Qtrs H 
007 
NBC/ 
r'\j." .... u 
\.oIu;:,n 

DOS 

Room 

1~ Floor, 
Kitchen 
Entry 

1§I Floor, 
Kitchen 

1~ Floor, 
Hall 

Stairwell 

L.- r-Ioor, 
Room-2 

l~- Floor, 
Room-2 

Entry 

1§I Floor, 
Room-2 

Ol __ t .. 
[Jldlll' 

I Is surface I Dimensions I I 
Surface I smooth and I o:r;~e(~n~~;~e I 

Type cleanable? v i .... 1.",.,.\ 

Floor 

Window 
Sill 

Floor 

Window 
C:II 
vIII 

vvmoow 
Sill 

Floor 

Window 
Sill 

1\.1/1\. 
1'111"\ 

A III"II"~' 

Yes 12 x 12 

Yes 
12 x 12 

Yes 12 x 12 

Yes 27 x 2 

Yes 27 x 2 

Yes 12 x 12 

Yes 27 x 2 

"'-1//\ "'IIA 
1'111"\ I'IIM. 

I Measure to the nearest 1/8 inch. 

1 

1 

1 

0.375 

0.375 

1 

0.375 

"'-1/1\ 
1'111"\ 

Total Lead 
Found 

-28.70 

-14.10 

-26.70 

-13.10 

-S.90 

-24.00 

-21.40 

A "1 cn 
- I ~.;)U 

HUD standards: 100 J.1g/ft2 (floors), 500 J.191ft2 (interior window sills), 800 J.19/ft2 (window troughs) 

Total number of samples on this page _S_ 

Page _1_ of _1_ 

Date of sample collection 3/10/98 

Table 26-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
(J.191 fe) 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

.... n_~ __ ... _1...I_ 
..... Ut:::U:::l.<ldUIt::: 



Quarters E. ,t Samples 
Charleston Naval Comph:x 

Site 28, Date: 101'15/97 

Thin Page 1 

No Site XLNo Insp FIr Room Side Stre Feat Ph ± Pree 
5 29 183 6 Calibrate-l 3683.20 ± 65.S0 
10 29 188 6 1 Kitchen-DOl D Floor -28.70 ± 22.20 
15 29 193 6 1 Kitchen-D02 C Window Stool -14.10± 22.20 
20 29 198 6 1 Hall-D03 0 Floor -26.70 ± 22.90 
25 29 203 6 2 Room-D04 A Window Stool -13.10 ± 22.40 
30 29 208 6 2 Room-2-D05 B Window Stool -S.90 ± 22.60 
35 29 213 6 1 Room-2-D06 D Floor -24.00 ± 23.40 
40 29 218 6 1 Room-2-D07 C Window Stool -21.40± 23.70 
45 29 223 6 Blank-DOS -13.50 ± 23.90 
50 29 229 6 Calibrate-l 3238.40 ± 63.50 

Table 26-c, XRF Field Data Sheets for Dust Samples 



Bulk Page 1 
Quarters FF, Soil Samples 
Charleston Naval Complex 

Site: 29 Date: 4/23/98 

No Site XLNo Insp Room Side Stre Feat Ph ± Pree 
1 29 1529 22 Calibrate-1 -21.7 ± 65.3 
') 
.~ 29 1530 22 Calibrate-2 1088.0 ± 108.1 
3 29 1531 22 Calibrate-3 5568.0 ± 249.6 
4 29 1532 22 Dripline A 459.6 ± 75.6 
~. 
~ 29 1533 22 Dripline C 482.8 ± 77.6 
6 29 1534 22 Dripline D 1379.2 ± 104.3 
7 29 1535 22 Calibrate-l 55.8 ± 66.2 
8 29 1536 22 Calibrate-2 1164.0 ± 109.8 

Table 26-d, XRF Field Data Sheets for SoH Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

27.0 Quarters GG 

Quarters GG, 1294 Avenue G, is a two-story, wood-framed unit that is half a duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 9 March 1998 to 11 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters GG. Quarters GG was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

27.1 Identification of Lead in Quarters GG: 

Three hundred seventy-six XRF samples and calibrations were taken in Quarters GG. In general, 

the paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition coiumn of the XRF Field Data Sheets. Table 27-a contains LBP sampling results for 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters GG: 
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Quarters GG Positive Resuits ior Lead-Based Paint 
Fir Room Side SIre Feat Cnd Sub Clr RES Combined (mglcm') 

1 Bath·' C Window Casing Peeling Wood Beige POS 14 ±0.6 
1 Bath·1 C Window Sash Peeling Wood Beige POS 22 ±1.0 
1 Bath·2 C Window Stool Intact Wood Beige POS 2.8 ±0.8 
1 Hall-1 B Door Jamb Intact Wood Beige POS 16.2 ±2.6 
1 Kitchen C Window Sash Intact Wood Beige POS 1 9 ±0.6 
1 Outside B Door Door Peeling Wood White POS 15.1 ±2.6 
1 Outside B Door Casing Peeling Wood White POS 6.5 ±2.4 
1 Outside B Door Casing Peeling Wood White POS 17.5 ±2.4 
1 Outside B Door Threshold Peeling Wood Grey POS 19 ±0.6 
1 Porch·1 B Porch-1 Columns Peeling Wood White POS 22.3 ±2.2 
1 Porch·1 B Porch·1 Lattice Peeling Wood White POS 55 ±2.0 
1 Porch·1 B Porch-1 Trim·Lwr Peeling Wood White POS 25 +0.8 
1 Porch-1 B Porch-1 Ceiling Peeling Wood While POS 188 ±1.6 
1 Porch·2 A Porch-2 Columns Fair Wood White POS 18.2 ±2.0 
1 Porch·2 A Porch-2 Trim·Lwr Fair Wood White POS 54 ±1.8 
1 Porch·2 A Porch-2 Lattice Fair Wood White POS 58 ±2.0 
1 Porch·2 A Porch-2 Ceiling Intact Wood White POS 9.1 ±1.6 
1 Room·1 A Window Sash Peeling Wood Beige POS 22 ±0.8 
1 Room·1 A Window-1 Boxing Peeling Wood Beige POS 1 0 ±0.4 
1 Room·2 C Window Boxing Intact Wood Beige POS 1 1 ±0.4 
2 Bath-4 0 Window Sash Intact Wood Beige POS 3.0 ±12 
2 Hall-4 A Ceiling fan casing Intact Wood Beige POS 1.6 ±0.8 
2 Hall-4 0 Window Sash Peeling Wood Beige POS 1.9 ±0.6 
2 Outside A Window·2 Stool Intact Wood White POS 12.4 ±1.4 
2 Outside A Window·2 Casing Intact Wood White POS 13.1 ±2.8 
2 Outside A Window·2 Casing Intact Wood White POS 12.2 ±2.6 
2 Outside A Window·2 Sash-Ext Intact Wood White POS 8.9 ±2.4 
2 Outside B House Awning Peeling Metal White POS 1.1 ±0.4 
2 Outside B Eave Soffit Peeling Wood White POS 101 ±3.2 
2 Porch·2 B Porch-2 Lattice Peeling Wood Green POS 16.3 +1.8 
2 Porch·2 B Porch-2 Columns Peeling Wood White POS 1.4 +0.4 
2 Porch·2 B Porch·2 Trim·Lwr Peeling Wood White POS 7.6 ±2.0 
2 Room-1 0 Window Stool Intact Wood Beige POS 1.5 ±0.4 
2 Room-1 0 Window Sash Intact Wood Beige POS 1.2 ±0.4 
2 Room·2 B Window Sash Intact Wood Beige POS 2.8 ±1.0 
2 Room·2 0 Door Jamb Intact Wood Beige POS 1.5 ±0.4 
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PaInt r~ge I 
QU!lrters GG. Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 30 Date: 3111 0/98 to 3/11/98 

Ranges (NEG<INC<POS): Device pes 

No Site X:LNo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(mg/clIII') RES PbK Combined DI Date Note 

I 30 I 29 I Shuner Cal-I Calibrate O,librate 0.00 ± 0.00 00 ± 0.0 0.0 ± 0 0 0.0 2/]4/98 

2 )0 2 29 I Calibrate-l Calibrate Calibrate 1.00 ± 0.10 POS 0.4 ± 0.7 1.0± 0.2 1.0 3/9/98 

3 30 3 29 I Calibrate-2 Calibrate C~,lIbrate 094 ± 0.21 NEG 0.5 ± 0 7 0.9 ± 0.2 20 3/9/98 

4 30 4 29 I Room-I A Wall Wall Peeling Drywall Beige 001±010 NEG -1.0± I I 0.0 ± 0.2 1.0 3/9/98 

S 30 5 29 I Room-I B Wall Wall Intact Drywall Beige 000±010 NEG -1.4±15 0.0 ± 0.2 10 3/9/98 

6 30 6 29 I Room-I C Wall Wall Intact Drywall Beige 0.03 ± 0.10 NEG -09±l.J 00 ± 0.2 4.3 3/9/98 

7 30 7 29 I Room-I 0 Wall Wall Peeling Drywall Beige OOO±O.\IO NEG -12±J.3 00±02 II 3/9/98 

8 30 8 29 I Room· I 0 Wall Baseboard Intact Wood Beige 017 ± 0.57 NEG -07 ± 1.0 02±06 4.4 3/9/98 

9 30 9 29 1 Room-I A Window Stool Peeling Wood Beige 0.16 ± 0.32 NEG -06 ± 12 0.2 ± 0 4 2.1 3/9/98 

10 30 10 29 I Room-I A Window Casing Peeling Wood Beige DOl ±022 NEG 01±10 O.O± 0.2 1.5 3/9/98 

11 30 11 29 1 Room-I A Window Sash Peeling Wood Beige 0.46 ± 0.33 POS 2.2 ± 0.8 2.2±0.8 10.0 3/9/98 

12 30 12 29 I Room-I C Door Door Intact Wood Beige 0.04 ± 0 23 NEG 03±09 0.0 ± 0.2 1.7 3/9/98 

13 30 13 29 \ Room-I C Door Casmg Intact Wood Beige 01l±032 NEG -I 5 ± I 3 01±04 57 3/9/98 

14 30 14 29 I Room-I C Door :Iamb Intact Wood Beige 004±0.37 NEG -0.2 ± I I 00±O4 23 319/98 

15 30 IS 29 I Room-I A Window-I Boxing Peeling Wood Beige 0.99 ± 0.48 POS U±0.7 1.0±0.4 5.4 3/9198 

16 30 16 29 I Room· I A CeIling Molding Intact Wood BeIge 001±01O NEG -\ 4 ± I 3 00 ± 0.2 24 319198 

17 30 17 29 1 Room-I A Ceiling Ceiling Intact Drywall Beige OOO±O.IO NEG 00 ± 1.0 00 ± 0.2 1.0 319/98 

\8 30 18 29 \ Room-I A Wall Molding Intact Wood Beige 006±0.10 NEG -02 ± 06 -02 ± 0 6 10.0 319/98 

19 30 19 29 \ Room-I A Wall Wall-Rgstr Intact Metal Beige 0.16±020 NEG 05 ± 0.8 02±02 3.7 319198 

20 30 20 29 \ Room-I B Door Door Intact Wood Beige 026±0.18 NEG 02±04 02±0.4 10.0 319198 

21 30 21 29 \ Room-I B Door Casmg Intact Wood Beige 0.06 ± 0 23 NEG -0.2 ± 0.8 01 ± 0.2 4.4 3/9198 

22 30 22 29 \ Hall-I A Wall Wall Intact Drywall BeIge 0.00 ± 0 \10 NEG 05±08 0.0 ± 0.2 1.0 3/9198 

23 30 23 29 I Hall-I B Wall Wall Intact Drywall Beige 0.00 ± O. \10 NEG -04 ± \ 0 00 ± 0.2 1.0 3/9198 

24 30 24 29 I Hall-\ C Wall Wall Intact Drywall Beige 002 ± 0.\10 NEG 0.2 ± 0.9 0.0 ± 0.2 3.5 3/9/98 

2S 30 25 29 I Hall-I 0 Wall Wall Intact Drywall Beige OOO±O.\IO NEG -0.6 ± \ 2 00±02 10 3/9/98 

26 30 26 29 I Hall-I B Door Door Intact Wood Beige 0.14 ± 0.39 NEG -09±J.3 0.1 ± 0 4 57 319/98 

27 30 27 29 I Hall-I B Door Casing Intact Wood Beige 013±0.41 NEG 00±08 0.1 ± 0 4 46 3/9/98 

28 30 28 29 1 Hall-I B Door Jlamh Intact Wood Beige »5.0 ± 1.00 POS 16.2 ± 2.6 16.2 ± 2.6 3.0 3/9/98 

29 30 29 29 I Hall-I C Wall Wall Intact Wood Beige 0.08 ± O. \10 NEG -0.4 ± I 0 0.1 ± 0.2 60 3/9/98 

30 30 30 29 I flall-I C Wall Baseboard Intact Wood Beige 0.15±043 NEG 0.0 ± 10 01±04 5 I 3/9/98 

31 30 31 29 I Hall-I B Wall Wall-Rgstr Intact Metal Beige 022±028 NEG -0 I ± 0 8 02 ± 0.2 79 3/9/98 

32 30 32 29 \ Hall-I A CeIling CeIling Intact Drywall Beige 001 ±O 10 NEG -05 ± I I 00 ± 0.2 I 5 319/98 

33 30 33 29 I Hall-I A CelllDg Moldmg Intact Wood BeIge 000.011 NEG -04 ± I I 00±02 1.0 3/919& 

34 30 34 29 I Hall-I 0 Floor Floor Intact Wood VarnIsh OOO± 0.10 NEG -07 ± 13 0.0 ± 0.2 10 319198 

35 30 35 29 I Hall-I D Closet !Door Intact Wood Beige OOO±O 19 NEG -0.4 ± 12 00±02 10 319198 

36 30 36 29 1 Hall-I A Closet Wall Intact Drywall Beige 008±01O NEG -0.9 ± I 2 0.1 ± 0.2 7 I 3/9/98 

37 30 37 29 I Hall-I C Closet Wall Intact Drywall Beige 000 ± 0.10 NEG -14 ± 1.2 0.0 ± 0 2 1.0 319/98 

38 30 38 29 I Hall-I 0 Closet Wall Intact Drywall Beige 000±010 NEG 04±07 0.0 ± 0.2 10 319198 

39 30 39 29 I Hall-I D Closet Shelf Intact Wood Beige 0.01 ± 0.10 NEG -0 I ± 1.1 0.0 ± 0 2 20 3/9198 

40 30 40 29 I Hall-I 0 Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 02 ± 0.9 00 ± 0.2 10 3/9/98 

41 30 41 29 I Room-2 A Wall Wall Intact Drywall Beige 001±0.1O NEG -\ 2 ± I 2 00 ± 0.2 22 3/9198 

42 30 42 29 I Room-2 B Wall Wall Intact Drywall Beige 000 ± 0.10 NEG -06 ± 1.3 0.0 ± 0 2 1.0 3/9/98 

43 30 43 29 I Room-2 C Wall Wall Intact Drywall Beige 0.04 ± 0.20 NEG 0.2 ± 0.9 0.0 ± 0 2 45 3/9/98 

44 30 44 29 I Room-2 0 Wall Wall Intact Drywall Beige OOO±O.IO NEG -0.5 ± 0 9 0.0 ± 0 2 1.0 3/9198 

45 30 4S 29 I Room-2 0 Wall Baseboard Intact Wood Beige 0.00 ± 010 NEG 01 ± 10 0.0 ± 0.2 1.0 319198 

46 30 46 29 I Room-2 0 Door Door Intact Wood Beige 0.14 ± 0.4.5 NEG -02 ± \ 0 o I ± 0.4 46 319/98 

47 30 47 29 I Room-2 0 Door Casing Intact Wood Beige 012 ± 0.25 NEG 01 ± 0 6 01±02 6.2 319198 

48 30 48 29 I Room-2 A Door Door Intact Wood Beige 003 ± 0.31 NEG -07 ± 12 00±04 1.4 3/9198 

49 30 49 29 I Room-2 A Door Casing Intact Wood Beige o 2S ± 0 37 NEG -05 ± 0 8 02±0.4 7.5 3/9/98 

50 30 50 29 I Room-2 A Door Jlamb Intact Wood Beige 0.16±034 NEG 00±09 0.2 ± 0.4 64 3/9/98 

51 30 51 29 I Room-2 B Wall Wall-Rgstr Peeling Metal Beige 011 ± 0 47 NEG -08 ± 14 0.1 ± 0.4 29 319/98 

52 30 52 29 I Room-2 C Wmdow Stool Intact Wood Beige 001±03·~ NEG -07 ± I 2 00±04 1.0 319f9f! 

53 30 53 29 I Room-2 C Window Casing Intact Wood Be.ge 0.20 ± 0.16 NEG 02 ± 05 02 ± 0.4 10.0 319198 

54 30 54 29 I Room-2 0 Wall Molding Intact Wood Beige 00l±017 NEG 04±07 0.0 ± 0.2 12 319198 

55 30 55 29 I Room-2 e \\indow Boxing Intact Wood Beige 0.71 ± 0.45 POS 1.1 ± 0.5 l.l ± 0.4 10.0 319198 

56 30 56 29 I Room-2 C CeIling Molding Intact Wood Beige 0.00 ± 010 NEG -12 ± 10 0.0 ± 0 2 10 319198 

57 30 57 29 \ Room-2 A Bookcase Frame Intact Wood Beige 0.11 ± 0 53 NEG -04 ± 13 01 ±0.6 36 319/98 

58 30 58 29 I Room-2 A Bookcase Shelf Intact Wood Beige 0.12 ± 0.46 NEG 00 ± I I 01±O4 4.4 319198 

59 30 59 29 I Room-2 A CablDet Door-Ins Intact Wood Beige 0.17 ± 0.42 NEG -1.2 ± I I 0.2 ± 0.4 5.7 3/9198 

60 30 60 29 I Room-2 A Cabinet Door-Out Intact Wood Beige 0.05 ± 019 NEG -0.2 ± 1.0 0.1 ± 0 2 17 3/9198 

61 30 61 29 I Room-2 A Cabinet Shelf Intact Wood Beige 0.06 ± 0.36 NEG 0.1 ± 0.9 0.1 ±04 3.2 3/9/98 

62 30 62 29 I Room-2 A Floor Floor Intact Wood Varnish 0.00 ± 0.12 NEG 05±08 0.0 ± 0.2 1.0 3/9/98 

63 30 63 29 I Kitchen A Wall Wall Intact Drywall Beige 0.03 ± 0 39 NEG -10 ± 1.2 0.0 ± 0.4 1.6 3/9/98 

64 30 64 29 I Kitchen B Wall Wall Intact Drywall Beige 0.11 ± 0.30 NEG 01 ± 0.9 01 ± 0.4 5.5 3/9198 

65 30 65 I Kitchen C Wall Wall Intact Drywall Beige 0.03 ± 0.29 NEG -04 ± 12 0.0 ± 0 2 3/9198 
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66 30 66 29 I Kitchen 0 Wan Wall Intact Drywall Beige OOO±O.IO NEG 01 ± I 0 00±02 1.0 3/9/98 
67 30 67 29 I Kitchen A Ceiling Ceiling Intact Drywall Beige 001±010 NEG 01±09 0.0 ± 0 2 27 3/9/98 
68 30 68 29 I Kitchen C Window Stool Intact Wood Beige o 18±033 NEG O.O± 1.0 0.2 ± 0 4 68 3/9/98 
69 30 69 29 I Kitchen C Wmdow Casing Intact Wood Beige 0.14±0.31 NEG -0.5 ± 0 9 0.1 ±04 62 3/9/98 
70 30 70 29 I Kitchen C Window Sash Intact Wood Beige 0.28 ± 0.22 pas 1.9 * 0.6 1.9 * 0.6 4.5 3/9/98 
71 30 71 29 I Kitchen B Door Door Peeling Wood Beige 020 ± 0.35 NEG -03±1.2 0.2 ± 0.4 7.7 3/9/98 
72 30 72 29 I Kitchen B Door Casing Peeling Wood Beige 001 ± 0.21 NEG -04 ± 1.0 0.0 ± 0.2 1.0 3/9/98 
73 30 73 29 I Kitchen C Cabinet Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -0.1 ± 1.0 0.0 ± 0 2 10 3/9/98 
74 30 74 29 I Kitchen C Cabinet Door-Ins Intact Wood Varnish 001±0.1O NEG -0 7± 1.0 00±02 24 3/9/98 
75 30 75 29 I Kitchen A Cabinet Door-Out Intact Wood Beige 001±010 NEG -0.1 ±0.9 00 ± 0.2 1.0 3/9/98 
76 30 76 29 I Kitchen A Cabinet Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.9 0.0 ± 0.2 1.0 3/9/98 
77 30 77 29 I Kitchen A Cabinet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.2 ± 0.8 0.0 ± 0.2 13 3/9/98 
78 30 78 29 I Kitchen A Cabinet Wall Intact Drywall Beige O.OO±O.IO NEG 0.2 ± 0.9 00 ± 0.2 1.0 3/9/98 
79 30 79 29 I Kitchen B Cabinet Wall Intact Wood Beige 0.01 ± 0.10 NEG -0.2 ± 1.0 OO± 0.2 2.4 3/9/98 
80 30 80 29 I Kitchen 0 Cabinet Wall Intact Wood Beige O.OO±O 10 NEG -0.9 ± 1.0 0.0 ± 0.2 1.0 3/9/98 
81 30 81 29 I Kitchen A Floor Floor Intact Vtnyl Beige 0.00 ± 0.10 NEG 0.1 ± 1.0 00 ± 0.2 1.0 3/9/98 
82 30 82 29 I Hall-2 A Wall Wall Intact Drywall Beige 0.03 ± 0.10 NEG -0.1 ± 1.1 o O± 0.2 5.2 3/9/98 
83 30 83 29 I Hall-2 B Wall Wall Intact Drywall Beige 0.08 ± 0.10 NEG 0.0 ± 0.6 00 ± 0.6 99 3/9/98 
84 30 84 29 I Hall-2 C Wall Wall Intact Drywall Beige 0.00 ± 010 NEG -0.4 ± 1.0 0.0 ± 0.2 10 3/9/98 
S5 30 85 29 I Hall-2 0 Wall Wall Intact Drywall Beige 0.01 ± 010 NEG 02 ± O.S 0.0 ± 0.2 4.5 3/9/98 
86 30 86 29 I Hall-2 0 Ceiling Ceiling Intact Drywall Beige OOO± 015 NEG -0.2 ± 1.1 0.0 ± 0 2 10 3/9/98 
87 30 87 29 I Hall-2 A Door Door Intact Wood Beige 0.01 ± 0.31 NEG 0.0 ± 1.1 0.0 ± 0.4 1.0 3/9/98 
88 30 88 29 I Hall-2 A Door Casing Intact Wood Beige 0.04 ± 0 30 NEG -0.4 ± 0.9 0.0 ± 0.4 2.9 3/9/98 
89 30 89 29 I Hall-2 C Wall Baseboard Intact Wood Beige 003 ± 0.36 NEG -0.7 ± 1.2 0.0 ± 0 4 19 3/9/98 
90 30 90 29 I Hall-2 C Door Door Peeling Wood Beige 002±0.10 NEG -02± 1.1 0.0 ± 0 2 32 3/9/98 
91 30 91 29 I Hall-2 C Door Casing Peeling Wood Beige 002 ± 0.31 NEG 03±08 0.0 ± 0 4 16 3/9/98 
92 30 92 29 I Hall-2 C Door Jamb Peeling Wood Beige 010±01O NEG 02 ± 0.8 0.1 ±02 7.5 3/9/98 
93 30 93 29 I Bath-I A Wall Wall Intact Drywall Beige 0.00 ± 0.12 NEG -0.9 ± 1.1 0.0 ± 0 2 1.0 3/9/98 
94 30 94 29 I Bath-I B Wall Wall Intact Drywall Beige O.OO± 0.10 NEG 0.1 ± 1.0 0.0 ± 0.2 1.0 3/9/98 
95 30 95 29 I Bath-I C Wall Wall Intact Drywall Beige 0.13±054 NEG -0.1 ± 1.2 01 ±0.6 39 3/9/98 
96 30 96 29 I Bath-I 0 Wall Wall Intact Drywall Beige 001 ± 0.20 NEG -0.7± 1.2 O.O± 0.2 1.0 3/9/98 
97 30 97 29 I Bath-I 0 Ceiling Celhng Peeling Drywall Beige 0.03 ± 0.18 NEG 0.6 ± 0 7 0.0 ± 0 2 2.1 3/9/98 
98 30 98 29 I Bath-I 0 Door Door Intact Wood Beige 004±040 NEG 0.2 ± 0.8 0.0 ± 0 4 2.0 3/9/98 
99 30 99 29 I Bath-I A Door Casmg Intact Wood Beige 001 ± 0.23 NEG -0.1 ± 1.2 0.0 ± 0 2 10 3/9/98 
100 30 100 29 I Bath-I B Cabinet Door-Out Intact Wood Beige OOO±O.IO NEG -0.1 ± 1.0 0.0 ± 0.2 10 3/9/98 
101 30 101 29 I Bath-I B Cabinet Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG -14±1.4 0.0 ± 0 2 1.0 3/9/98 
102 30 102 29 I Bath-I A Cabinet Wall Intact Wood Beige 0.00 ± 0.10 NEG 0.6 ± 0 8 0.0 ± 0 2 10 3/9/98 
103 30 103 29 I Bath-I B Cabinet Wall Intact Wood Beige O.OO±O 10 NEG 0.5 ± 0 7 0.0 ± 0.2 1.0 3/9/98 
104 30 104 29 I Bath-I C Cabmet Wall Intact Wood Beige O.OO±O.IO NEG -09 ± I I 0.0 ± 0 2 10 3/9/98 
105 30 105 29 I Bath-I C Wmdow Stool Peeling Wood Beige 0.05 ± 0.16 INCOM 0.8± 0.7 0.0 ± 0 2 5.5 3/9/98 
106 30 106 29 I Bath-I C Window Stool Peehng Wood Beige 0.06 ± 010 NEG 02 ± 0.6 0.1 ±0.2 7.3 3/9/98 
107 30 107 29 1 Batb-I C Window Casing Peeling Wood Beige 1.42 * 0.70 pas 0.7 * 0.8 1.4* 0.6 7.0 3/9/98 
108 30 108 29 1 Batb-I C Window Sash Peeling Wood Beige 2.16 * 1.02 pas 2.3 * 1.0 2.2 ± 1.0 6.4 3/9/98 
109 30 109 29 I Room-3 A Wall Wall Intact Drywall Beige O.OO±O 10 NEG -0.2 ± 1.1 0.0 ± 0 2 1.0 3/9/98 
110 30 110 29 I Room-3 B Wall Wall Intact Drywall Beige 0.00±010 NEG -1.4±1.3 0.0 ± 0.2 1.0 3/9/98 
III 30 III 29 I Room-3 C Wall Wall Peeling Drywall Beige O.OO±O 10 NEG -0.6 ± 1.2 0.0 ± 0.2 1.0 3/9/98 
112 30 112 29 I Room-3 0 Wall Wall Peeling Drywall Beige 0.05 ± 0.10 NEG -0.5 ± 1.2 0.1 ± 0.2 59 3/9/98 
113 30 113 29 I Room-3 0 Wall Baseboard Intact Wood Beige 0.09 ± 0.47 NEG 0.0 ± 1.0 01 ± 0.4 3.4 3/9/98 
114 30 114 29 I Room-3 B Door Door Intact Wood Beige 000±0.14 NEG 0.0 ± 1.0 00 ± 0.2 1.0 3/9/98 
lIS 30 115 29 I Room-3 B Door Casing Intact Wood Beige 009 ± 0.36 NEG 0.1 ± 0.8 01 ± 0.4 3.1 3/9/98 
116 30 116 29 I Room-3 B Door Jamb Intact Wood Beige 0.01 ± 0 22 NEG 04 ± 0.7 00 ± 0.2 1.3 3/9/98 
117 30 117 29 I Room-3 C Window Stool Peeling Wood Beige 006 ± 0.10 NEG 01 ± 1.0 0.1 ± 0.2 58 3/9/98 
118 30 118 29 I Room-3 C Window Casing Peeling Wood Beige O.IO±O.IO NEG -01±1.1 0.1 ±02 75 3/9/98 
119 30 119 29 I Room-3 C Window Sash Peeling Wood Beige 0.36 ± 0 45 NEG 1.0± 0.6 0.4 ± 0 4 71 3/9/98 
120 30 120 29 I Room-3 0 Wan Molding Peeling Wood Beige 0.00 ± 012 NEG -0 I ± 0.9 0.0 ± 0.2 1.0 3/9/98 
121 30 121 29 I Room-3 0 Cellmg Ceiling Intact Drywall Beige 0.07 ± 0.10 NEG O.O± 0 6 0.0 ± 0.6 10.0 3/9/98 
122 30 122 29 I Room-3 0 Cabinet Door-Out Intact Wood Beige 0.13±032 NEG -0.1 ± I I 0.1 ± 0.4 6.6 3/9/98 
123 30 123 29 I Room-3 A Closet Wall Intact Drywall Beige 0.00 ± 015 NEG -0.1±1.2 0.0 ± 0.2 10 3/9/98 
124 30 124 29 I Room-3 B Closet Wall Intact Drywall Beige O.OO±O 10 NEG 00 ± 1.0 0.0 ± 0 2 10 3/9/98 
125 30 125 29 I Room-3 0 Closet Wall Intact Drywall Beige 0.00 ± 0.10 NEG 0.5 ± 0.7 0.0 ± 0 2 1.0 3/9/98 
126 30 126 29 I Room-3 C Closet Wall Intact Drywall Beige 0,01 ± 0.11 NEG 0.3 ± 0.8 0.0 ± 0.2 10 3/9/98 
127 30 127 29 I Room-3 C Closet Ceiling Intact Drywall Beige 000±010 NEG -1.0 ± 1.4 00 ± 0.2 1.0 3/9/98 
128 30 128 29 I Room-3 A Closet Shelf Intact Drywall Beige O.OO±O 12 NEG 0.2 ± 0 9 0.0 ± 0.2 10 3/9/98 
129 30 129 29 I Room-3 B Closet Baseboard Intact Drywall Beige 0.01 ± 0.10 NEG 04 ± O.S 00 ± 0.2 10 3/9/98 
130 30 130 29 I Room-3 0 Closet Door Intact Drywall Beige 0.02 ± 0 29 NEG -0.9 ± 0.8 00 ± 0.2 I 5 3/9/98 
I3I 30 131 29 I Room-3 D Closet Casing Intact Drywall Beige O.OO±O.IO NEG -0.3 ± 1.0 0.0 ± 0.2 10 3/9/98 
132 30 132 29 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0.0 00 ± 0.0 0.0 3/9/98 
133 30 133 29 1 Calibrate-l Calibrate Calibrate 1.38 ± 0.25 pas 0.6 ± 1.1 1.4 * 0.2 1.2 3/9/98 

651 
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134 30 134 29 1 Calibrate-2 Calibrate Calibrate 1.19 ± 0.11& POS 0.2 ± 0.7 1.2 ± 0.2 1.1 3/9/98 

135 30 135 29 1 Calibrate-3 Calibrate Calibrate 1.13 ± 0.14 POS 0.3 ± 0.6 1.1 ± 0.2 1.0 3/9/98 

136 30 136 29 1 Calibrate-4 Calibrate Calibrate 1.07 ±O.H POS O.S ± 0.7 1.1 ± 0.2 1.0 3/9/98 

137 30 137 29 1 Calibrate-5 Calibrate Calibrate 0.99 ± O.H POS 0.2 ± 0.7 1.0 ± 0.2 2.1 3/9/98 

138 30 138 29 I Shuner Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 00 3/9/98 

139 30 139 29 1 Calibrate-l Calibrate Calibrate 1.08 ± O.H POS 0.5 ± 0.7 1.1 ± 0.2 1.0 3/9/98 

140 30 140 29 1 Calibrate-2 Calibrate Calibrate 0.97 ± 0.2·' POS -0.4 ± 0.8 1.0± 0.2 2.4 3/9/98 

141 30 141 29 1 Poreh-2 A Poreh-2 Columns Fair Wood White »5.0 ± 1.00 POS 18.2 ± 2.0 18.2 ± 2.0 4.8 3/9/98 

142 30 142 29 1 Porch-2 A Poreh-2 Trim-Lwr Fair Wood White 1.48± 1.16 POS 5.4 ± 1.8 5.4 ± 1.8 10.0 3/9/98 

143 30 143 29 1 Porch-2 A Poreh-2 Lattice Fair Wood White 0.58 ± 1.11~ POS 5.8 ± 2.0 5.8± 2.0 6.1 3/9/98 

144 30 144 29 I Porch-2 A Porch-2 Floor Intact Wood Grey 000±0.1:5 NEG 02 ± 0.9 O.O± 0.2 1.0 3/9/98 

145 30 145 29 1 Porch-l A Porch-2 Ceiling Intact Wood White »5_0 ± 1.00 POS 9.1 ± 1.7 9.1 ± 1.6 10.0 3/9/98 

146 30 146 29 I Porch Closet-2 A Wall Wall Intact Drywall Beige 0.01 ± 0.21 NEG 0.1 ± 1.0 0.0 ± 0 2 1.0 3/9/98 

147 30 147 29 I Porch Closet-2 B Wall Wall Intact Drywall Beige 0.Q2 ± 0.10 NEG -0 I ± 10 0.0 ± 0.2 32 3/9/98 

148 30 148 29 I Porch Closet-2 C Wall Wall Intact Drywall Beige 011 ±o 10 NEG -02 ± 0 6 -0.3 ± 0.6 100 3/9/98 

149 30 149 29 I Porch Closet-2 D Wall Wall Intact Drywall Beige 000±010 NEG 0.2 ± 0 8 00 ± 0.2 1.0 3/9/98 

ISO 30 150 29 I Porch Closet-2 D Ceiling Ceiling Intact Drywall Beige 0.01 ± 010 NEG -09 ± 1 ) 00±02 10 )/9/9& 

151 30 151 29 I Porch Closet-2 0 Door Door Intact Drywall Beige 003 ± 0 )I) NEG -02 ± 09 O.O± 0.2 10 3/9/98 

152 30 152 29 I Porch Closet-2 D Door Casing Intact Wood Beige 004±0 17 NEG -13010 I 2 0.0 ± 0 2 II 3/9/98 

153 30 153 29 I Porch Closet-2 0 Door Jamb Intact Wood Beige 0.02 ± 0 )I) NEG -07010 12 0.0 ± 0 2 1.0 3/9/98 

154 30 154 29 I Porch Closet-2 0 Wall Baseboard Intact Wood Beige om ± O.)IJ NEG 0.5 ± 07 O.O± 0.2 1.0 3/9198 

155 30 155 29 I Porch Closet-2 0 Floor Floor Intact Vmyl Beige 0.02 ± O.)IJ NEG -03 ± 1.2 O.O± 0.2 3.4 3/9198 

156 30 156 29 1 Porch-l B Porch-l Columns Peeling Wood White »5_0± 1.00 POS 22.3±2.2 22.3±2.2 3.8 3/9/98 

157 30 157 29 1 Porch-l B Porch-l Lattice Peeling Wood White 1.52 ± 1.21 POS 5.5 ± 1.9 5.5± 2.0 10.0 3/9/98 

158 30 158 29 1 Porch-l B Porch-l Trim-Lwr Peeling Wood White 0.13 ± 0.14 POS 2.5± 0.8 2.5±0.8 10.0 3/9/98 

159 30 159 29 1 Porch-l B Porch-l Ceiling Peeling Wood White »5.0 ± 1.00 POS 18.8 ± 1.5 18.8 ± 1.6 4.5 3/9/98 

160 30 160 29 1 Outside B Door J)oor Peeling Wood White »5.0± 1.00 POS 15.1 ± 2.6 15.1 ± 2.6 3.3 3/9/98 

161 30 161 29 1 Outside B J)oor Casing Peeling Wood White 0.36 ± 0.79 POS 6.5 ± 2.3 6.5 ± 2.4 4.1 3/9/98 

162 30 162 29 1 Outside B Door Casing Peeling Wood White »5.0 ± 1.00 POS 17.5 ± 2.4 17.5 ± 2.4 2.7 3/9/98 

163 30 163 29 1 Outside B J)oor Threshold Peeling Wood Grey 0.67 ± 0.24\ POS 1.9 ± 0.6 1.9 ± 0.6 4.0 3/9/98 

164 30 164 29 2 Room-I A Wall Wall Intact Drywall Beige om ± 0.10 NE(i -0.1 ± 1.1 o O± 0.2 1.7 3/9/98 

165 30 165 29 2 Room-I B Wall Wall Intact Drywall Beige 003 ± 010 NEG 02±09 O.O± 0.2 4.3 3/9/98 

166 30 166 29 2 Room-I C Wall Wall Intact Drywall Beige OOO±OI41 NEG 02±08 00 ± 0.2 10 3/9/98 

167 30 167 29 2 Room-I 0 Wall Wall Intact Drywall Beige 003 ± 0 141 NEG -03 ± I I 00±02 42 3/9/98 

168 30 168 29 2 Room-I D Wall Baseboard Intact Wood Beige 006±021 NEG -0.1 ± 10 01 ± 0.2 14 3/9/98 

169 30 169 29 2 Room-I C Door Door Intact Wood Beige 009 ± 042 NEG OO±IO 01±O4 35 3/9/9& 

170 30 170 29 2 Room-I C Door Casing Intact Wood BeIge 0.11 ± 037 NEG -I I ± 0 8 0.1 ± 0.4 45 3/9/98 

171 30 171 29 2 Room-I C Door Jamb Intact Wood Beige 0.07 ± 0 3:5 NEG 03±08 01±0.4 32 3/9/98 

In 30 172 29 2 Room-I D Window Stool Intact Wood Beige 0.11 ± 0.21 POS 1.5 ± O.S 1.5 ± 0.4 6.2 3/9/98 

173 30 173 29 2 Room-I 0 Wmdow Casmg Intact Wood Beige 0.12 ± 0.34 NEG -0.3 ± 1.3 0.1 ± 0.4 5.8 3/9/98 

174 30 174 29 2 Room-l J) Window Sash Intact Wood Beige 0.56 ± 0.40 POS 1.2 ± 0.4 1.2 ± 0.4 9.3 3/9/98 

175 30 175 29 2 Room-I D Wall Wall Intact Wood Beige 001±0.20 NEG -06± 1.1 O.O± 0.2 1.0 3/9/98 

176 30 176 29 2 Room-I D Ceiling Ceiling Intact Drywall Beige 0.03 ± 0.10 NEG 0.2 ± 0.9 O.O± 0 2 6.6 3/9198 

177 30 177 29 2 Room-I 0 Ceiling Ceiling Intact Wood Beige 002±0 10 NEG -0.3 ± 0.8 0.0 ± 0 2 53 3/9198 

178 30 178 29 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 001 ±O 1'7 NEG -0.3 ± 1.2 O.O± 0 2 1.9 3/9/98 

179 30 179 29 2 Room-I A Closet Wall Intact Drywall Beige 001 ± 0115 NEG 03±09 0.0 ± 0 2 1.0 3/9/98 

180 30 180 29 2 Room-I B Closet Wall Intact Drywall Beige 0.05 ± 0.10 NEG -0.3 ± 0 6 -0.3 ± 0.6 10.0 3/9/98 

181 30 181 29 2 Room-I C Closet Wall Intact Drywall Beige 0.05 ± 0.10 NEG -0.3 ± 0.6 -0.3 ± 0.6 10.0 3/9/98 

182 30 182 29 2 Room-I D Closet Wall Intact Drywall Beige 0.05 ± 0.10 NEG -07010 1.1 01 ± 0.2 6.7 3/9/98 

183 30 183 29 2 Room-I D Closet Geiling Intact Drywall Beige OOO±O.IO NEG -02 ± 1.0 0.0 ± 0 2 1.0 3/9/98 

184 30 184 29 2 Room-I D Closet Shelf Intact Drywall Beige OOO±O.IO NEG -0.3 ± I I 0.0 ± 0 2 10 3/9/98 

185 30 185 29 2 Room-I D Closet Baseboard Intact Drywall Beige 0.11 ±062 INCOM -0 8 ± I 5 01±06 22 3/9/98 

186 30 186 29 2 Room-I D Closet Baseboard Intact Drywall Beige 0.12±0 34 NEG 01 ± 10 O. I ± 0.4 2.7 3/9/98 

187 30 187 29 2 Room-I 0 Closet Door Intact Drywall Beige 002010024 NEG 02±09 O.O± 0.2 I 5 3/9/98 

188 30 188 29 2 Room-I D Closet Casing Intact Drywall Beige 0.03 ± 046 NEG 0.0 ± I 1 00±04 1 5 3,9/9& 

189 30 189 29 2 Room-I D Closet Jamb Intact Wood BeIge 0.03 ± 012 NEG 05±07 o o± 0.2 18 3/9/98 

190 30 190 29 2 Room-I A Floor Floor Intact Wood Beige ooo±o IO NEG 00010 10 00±02 10 3/9/98 

191 30 191 29 2 Room-2 A Wall Wall Intact Drywall Beige OOO±OIO NEG -0 I ± I 1 0.0 ± 0.2 10 3/9/98 

192 30 192 29 2 Room-2 B Wall Wall Intact Drywall Beige 002 ± 0.10 NEG -09 ± 1.4 0.0 ± 0.2 3.1 3/9198 

193 30 193 29 2 Room-2 C Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -02±1.I 0.0 ± 0.2 1.0 3/9/98 

194 30 194 29 2 Room-2 0 Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.9 ± 1.1 o.o± 0.2 10 3/9/98 

195 30 195 29 2 Room-2 D Door Door Intact Wood Beige 040 ± 0 28 NEG 02±05 0.2 ± 0 4 10.0 3/9198 

196 30 196 29 2 Room-2 0 Door Casing Intact Wood Beige 0.00 ± 010 NEG 0.4 ± 0 8 o O± 0.2 1.0 3/9/98 

197 30 197 29 2 Room-2 J) J)oor Jamb Intact Wood Beige 0.64 ± 0.15 POS 1.5 ± 0.5 1.5 ± 0.4 3.4 3/9/98 

198 30 198 29 2 Room-2 C Wall Baseboard Intact Wood Beige 020 ± 0.50 NEG 0.5 ± 0 7 02±04 4.7 3/9/98 

199 30 199 29 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige 0.05 ± O.II! NEG -0.1 ± 07 01 ± 0.2 4.7 3/9/98 

200 30 200 29 2 Room-2 B Window Stool Intact Wood Beige 018 ± 0.215 NEG 05±05 0.2 ± 0.2 7.3 3/9/98 

201 30 :lOI 2 Room-2 B Window Casing Intact Wood BeIge 006 ± 0 42 NEG -13 ± I 3 o I ± 0.4 3/9/98 
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202 30 202 29 2 Room-2 B Window Sash Intact Wood Beige 0.56 ± 0.42 POS 2.8 ± 1.0 2.8 ± 1.0 10.0 3/9/98 
203 30 203 29 2 Room-2 B Wall Wall Intact Wood Beige om ± 0.25 NEG -1.0 ± 1.3 0.0 ± 0.2 1.0 3/9/98 
204 30 204 29 2 Room-2 B Ceiling Ceiling Intact Drywall Beige 002±0.19 NEG 0.2 ± 0.8 0.0 ± 0.2 2.2 3/9198 
205 30 205 29 2 Room-2 B Ceiling Ceiling Intact Wood Beige 001 ± 0.10 NEG -0.2 ± 1.2 0.0 ± 0.2 24 3/9198 
206 30 206 29 2 Room-2 A Closet-I Wall Intact Drywall Beige 000 ± 0.10 INCOM 1.3±1.3 0.0 ± 0.2 10 3/9198 
207 30 207 29 2 Room-2 A Closet-I Wall Intact Drywall Beige 001 ±0.36 INCOM 1.2 ± 1.9 00±04 1.0 3/9/98 
208 30 208 29 2 Room-2 A Closet-I Wall Intact Drywall BeIge 0.00 ± 0.10 NEG 0.3 ± 0.8 00 ± 0.2 1.0 3/9/98 
209 30 209 29 2 Room-2 B Closet-I Wall Intact Drywall Beige 007±0.16 NEG 0.0 ± 0.7 0.1 ± 0.2 6.6 3/9/98 
210 30 210 29 2 Room-2 C Closet-I Wall Intact Drywall Beige 001 ±O.IO NEG -0.2 ± 10 o O± 0.2 4.2 3/9/98 
211 30 211 29 2 Room-2 D Closet-I Wall Intact Drywall Beige 0.03 ± 0.10 NEG 0.3 ± 0.8 O.O± 0.2 6.9 3/9/98 
212 30 :112 29 2 Room-2 D Closet-I Door Intact Wood Beige 0.01 ± 0.26 NEG -0.8 ± 1.0 O.O± 0.2 1.0 3/9/98 
213 30 :113 29 2 Room-2 D Closet-I Casing Peehng Wood Beige o 10±0.44 NEG -0.6 ± 1.2 0.1 ± 0.4 4.1 3/9/98 
214 30 214 29 2 Room-2 D Closet-I Jamb Peeling; Wood Beige 001 ± 0.10 NEG -0.6 ± \.I O.O± 0.2 1.0 3/9/98 
215 30 :115 29 2 Room-2 C Closet-I Baseboard Peeling; Wood Beige 008 ± 0.53 NEG -0.4 ± 1.0 0.1 ± 0.6 2.8 3/9/98 
216 30 216 29 2 Room-2 C Closet-I Shelf Peeling. Wood Beige OOO±O.lO NEG -02±1.\ O.O± 0.2 10 3/9/98 
217 30 217 29 2 Room-2 C Closet-I Ceiling Peeling. Wood Beige OOO±O.lO NEG 02±08 00 ± 0.2 1.0 3/9/98 
218 30 218 29 2 Room-2 A Floor-I Floor Peeling; Wood Varnish O.OO± 0.10 NEG -0.4 ± 1.3 o O± 0.2 1.0 3/9/98 
219 30 219 29 2 Room-3 A Wall Wall Peeling Drywall Beige 0.01 ± 0.19 NEG O.O± 1.0 00 ± 0.2 1.0 3/9/98 
220 30 220 29 2 Room-3 B Wall Wall Intact Drywall Beige 002±0.10 NEG -0.1 ± 1.0 O.O± 0.2 4.1 3/9/98 
221 30 221 29 2 Room-3 C Wall Wall Peeling Drywall Beige 001 ± 0.16 NEG 0.3 ± 0.8 O.O± 0.2 2.0 3/9/98 
222 30 222 29 2 Room-3 D Wall Wall Intact Drywall Beige OOO±O.lO NEG -02 ± 1.0 O.O± 0.2 10 3/9/98 
223 30 223 29 2 Room-3 D Door Door Intact Drywall Beige 005 ± 0.39 NEG 0.0 ± 0.8 0.1 ± 0.4 2.6 3/9/98 
224 30 224 29 2 Room-3 D Door Casing Intact Wood Beige 0.02 ± 0.37 NEG OO±IO 0.0 ± 0 4 1.2 3/9/98 
225 30 225 29 2 Room-3 D Door Jamb Intact Wood Beige 006 ± 0.24 NEG 01 ±0.9 0.1 ±0.2 4.4 3/9/98 
226 30 226 29 2 Room-3 D Wall Baseboard Intact Wood Beige 044 ± 0.26 NEG 0.4 ± 0.7 0.4 ± 0.2 3.7 3/9/98 
227 30 227 29 2 Room-3 C Window Stool Intact Wood Beige 009±O.l7 NEG 0.7 ± 0 6 01 ± 0.2 72 3/9/98 
228 30 228 29 2 Room-3 C Window Casing Intact Wood Beige 014±0.13 NEG 01±05 01 ±0.6 10.0 3/9198 
229 30 229 29 2 Room-3 C Window Sash Intact Wood Beige 024 ± 0.39 NEG 0.8 ± 0.7 02±0.4 5.4 3/9/98 
230 30 230 29 2 Room-3 C Ceiling Ceiling Intact Drywall Beige OOO±O 10 NEG -04 ± I 2 o O± 0.2 1.0 3/9/98 
231 30 231 29 2 Room-3 C Celhng Ceiling Intact Wood Beige 001 ±O.IO NEG -0.2 ± 1.0 O.O± 0.2 1.8 3/9/98 
232 30 232 29 2 Room-3 D Wall Wall Intact Wood Beige 001±0.10 NEG 0.2± 1.0 0.0 ± 0 2 3.6 3/9198 
233 30 233 29 2 Room-3 A Closet-I Wall Intact Drywall Beige o 10±0.1O NEG -0.6 ± 0.6 -0.6 ± 0.6 10.0 3/9/98 
234 30 234 29 2 Room-3 B Closet-I Wall Intact Drywall Beige 003 ± 0.10 NEG -0.1 ± 0.9 0.0 ± 0 2 6.0 3/9/98 
235 30 235 29 2 Room-3 C Closet-I Wall Intact Drywall Beige 0.00 ± 0.13 NEG -0.8 ± 0 7 O.O± 0.2 1.0 3/9/98 
236 30 236 29 2 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 3/9/98 
237 30 237 29 2 Calibrate-l Calibrate Calibrate 1.05 ± 0.12 POS 0.5 ± 0.7 1.1 ± 0.2 1.0 3/9198 
238 30 238 29 2 Calibrate-2 Calibrate Calibrate 1.13 ± 0.26 POS 0.5 ± 0.7 1.1 ± 0.2 2.3 3/9198 
239 30 :!39 29 2 Calibrate-3 Calibrate Calibrate 1.08 ± 0.24 POS 0.1 ± 0.7 1.1 ± 0.2 2.3 319198 
240 30 240 29 I Shutter Cal-I Calibrate Calibrate o.oo± 0 00 o.o± 0.0 0.0 ± 0.0 0.0 3/10/98 
241 30 :!41 29 1 Calibrate-l Calibrate Calibrate 1.11 ± 0.13 POS 0.2 ±0.6 1.1 ±0.2 1.0 3110/98 
242 30 :!42 29 1 Calibrate-2 Calibrate Calibrate 1.16 ± 0.26 POS 0.4 ± 0.7 1.2 ±0.2 2.3 3/10/98 
243 30 243 29 I Calibrate-3 Calibrate Calibrate 0.91 ± 0.20 NEG -0.1 ± 0.8 09 ± 0.2 20 3/10/98 
244 30 244 29 I Room-I A Wall-Lwr Wall Peeling Wood Beige 0.00 ± 0.10 NEG -0.4 ± \.I o O± 0.2 1.0 3110/98 °5 
245 30 245 29 I Room-I B Wall-Lwr Wall Peeling Wood Beige 0.05 ± 0.10 NEG -0.8 ± 1.2 O.O± 0 2 64 3/10/98 °6 
246 30 246 29 I Room-I C Wall-Lwr Wall Peeling Wood Beige 0.03 ± 0.10 NEG -0.4 ± 0.9 0.0 ± 0.2 4.6 3110/98 °7 
247 30 247 29 I Room-I D Wall-Lwr Wall Peeling Wood Beige OOO±O.IO NEG -09± \.I 00±02 1.0 3/10/98 °8 
248 30 248 29 I Hall-I A Wall-Lwr Wall Intact Wood Beige OOO±O 10 NEG -0.3 ± 1.0 00±02 1.0 3/10/98 °9 
249 30 249 29 I Hall-I B Wall-Lwr Wall Intact Wood Beige OOO±O.IO NEG -01±1.\ o o± 0.2 1.0 3/10/98 °24 
250 30 250 29 I Hall-I C Wall-Lwr Wall Intact Wood Beige 0.05 ± 0.25 NEG -0.8 ± 0.9 01 ± 0.2 4.2 3/10/98 °11 
251 30 251 29 I Room-2 A Wall-Lwr Wall Intact Wood Beige 0.00±010 NEG -0.5 ± 1.2 00 ± 0.2 10 3/10/98 °12 
252 30 252 29 I Room-2 B Wall-Lwr Wall Intact Wood Beige 0.02±010 NEG -0.5 ± 1.2 0.0 ± 0.2 36 3110/98 °13 
253 30 253 29 I Room-2 C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.1 ± 1.0 0.0 ± 0.2 II 3/10/98 °14 
254 30 254 29 I Room-2 D Wall-Lwr Wall Intact Wood Beige 008 ± 0 25 NEG -0.1 ± 1.0 0.1 ± 0.2 56 3110/98 
255 30 255 29 I Room-3 B Wall-Lwr Wall Intact Wood Beige 0.02 ± 0.10 NEG -07±1.3 0.0 ± 0 2 2.6 3/10/98 
256 30 256 29 I Room-3 C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG 0.0 ± \.I 0.0 ± 0 2 1.0 3/10/98 
257 30 257 29 I Room-3 D Wall-Lwr Wall Intact Wood Beige 0.00 ± 010 NEG -0.3 ± \.I 0.0±0.2 1.0 3110/98 
258 30 258 29 I Hall-3 A Wall Wall Intact Drywall Beige om ± 0.17 NEG -0.3 ± 1.1 O.O± 0.2 1.0 3/10/98 
259 30 259 29 I Hall-3 B Wall Wall Intact Drywall Beige 0.00±0 10 NEG -0.7 ± \.I o O± 0.2 1.0 3/10/98 
260 30 260 29 I Hall-3 D Wall Wall Intact Drywall Beige 0.01 ± 0.10 NEG -1.2 ± 1.3 00 ± 0.2 1.7 3/10/98 
261 30 261 29 I Hall-3 B Door Door Intact Wood Beige 0.11 ± 0.23 NEG -0.8 ± 10 01 ± 0.2 2 I 3110/98 
262 30 262 29 I Hall-3 B Door Casmg Intact Wood Beige 0.21 ± 0.38 NEG 0.3 ± 0.8 0.2 ± 0.4 68 3/10/98 
263 30 263 29 I Hall-3 B Door Jamb Intact Wood Beige 0.20 ± 0 50 NEG 0.1 ± 0.8 02 ± 0.6 4.0 3/10/98 
264 30 264 29 I Room-I A Wall-Lwr Wall Intact Wood Beige 0.05 ± 0.10 NEG -0.7 ± 0.9 0.1 ± 0.2 77 3/10/98 
265 30 265 29 I Room-I B Wall-Lwr Wall Intact Wood Beige 0.02±010 NEG -1.0± 1.2 0.0 ± 0.2 35 3/10/98 
266 30 266 29 I Room-I C Wall-Lwr Wall Intact Wood Beige 0.24±0 19 NEG 0.1 ± 0.5 01 ±0.6 10.0 3/10/98 
267 30 267 29 I Room-I D Wall-Lwr Wall Intact Wood Beige 0.14 ± 0.13 NEG 0.0 ± 0.6 0.0 ± 0.6 10.0 3/10/98 
268 30 268 29 I Room-2 A Wall-Lwr Wall Intact Wood Beige 0.03 ± 010 NEG 0.4 ± 0 8 00±02 58 3/10/98 
269 30 269 29 I Room-2 B Wall-Lwr Wall Intact Wood Beige 005 ± 0.10 NEG -0 I ± I I 00±02 4.6 3/10/98 

653 
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270 30 270 29 I Room-2 C Wall-Lwr Wall [ntacl Wood Beige 0.00 ± 0 IO NEG -2.1 ± [ 3 0.0 ± 0.2 1.0 3110/98 

271 30 271 29 [ Room-2 D Wall-Lwr Wall Intact Wood Beige 0.[7±0.IO NEG 0.[ ± 0 5 0.0 ± 0 6 [0.0 3/10/98 

272 30 272 29 I Room-3 A Wall-Lwr Wall Peeling Wood Beige 0.31±023 NEG -02 ± 06 -02 ± 0.6 100 3/10/98 
273 30 273 29 [ Room-3 B Wall-Lwr Wall Peeling Wood Beige 02[±016 NEG 02±04 02±0.4 100 3/10/98 
274 30 274 29 I Room-3 C Wall-Lwr Wall Peeling Wood Beige 002 ±O.IO NEG -02 ± [ I 0.0 ± 0.2 49 3/10/98 

275 30 275 29 I Room-3 D Wall-Lwr Wall Peeling Wood Beige OOO±O 10 NEG -05 ± I 3 0.0 ± 0 2 10 3/10/98 

276 30 276 29 I Bath-2 A Wall Wall Intact Drywall Beige 013 ± 0 30 NEG -0.3 ± 1.1 0.1 ± 0 2 2.7 3/10/98 

277 30 277 29 I Bath-2 B Wall Wall Intact Drywall Beige 0.15±055 NEG -O.I±I.I 0.1 ±06 3.2 3/10/98 

278 30 278 29 I Bath-2 C Wall Wall Intact Drywall Beige 0.29 ± 0 4[ NEG -0.1 ± 0.7 0.3 ± 0.4 5.8 3/10/98 

279 30 279 29 [ Bath-2 D Wall Wall Intact Drywall Beige 0.04 ± O. [0 NEG O.O± [0 O.O± 0.2 1.2 3/10/98 

280 30 280 29 I Bath-2 D Floor F[oor Intact Drywall Beige 0.04 ± 0.38 NEG -0.5 ± 1.2 0.0 ± 0.4 [ 9 3/10/98 

281 30 281 29 1 Bath-2 C Window Stool Intact Wood Beige 0.62200.50 POS 2.8200.9 2.8200.8 6.6 3110/98 

282 30 282 29 I Bath-2 C Window CasIng Intact Wood Beige 016±02& NEG 0.4 ± 0 6 0.2200.2 6.8 3/10/98 

283 30 283 29 I Bath-2 C Window Sash Intact Wood Beige 071 ±0.41O NEG 0.8 ± 0 5 08200.4 87 3/10/98 

284 30 284 29 I Bath-2 B Door Door Intact Wood Beige 007 ± 0 27 NEG -0.3 ± 13 012002 1.7 3/10/98 

285 30 285 29 I Bath-2 B Door Casing Intact Wood Beige 0.20 ± 0.55 NEG 0.2 20 0 9 0.2 ± 0.6 5.0 3/10/98 

286 30 286 29 I Bath-2 B Door Jlamb Intact Wood Beige 0.12 ± 0.20 NEG 0.1200.7 01200.2 7.8 3110/98 

287 30 287 29 I Room-3 B Closet Door Intact Wood Beige o IS ± 0 23 NEG 0.5200.7 02 ± 0.2 78 3/[0/98 

288 30 288 29 I Room-3 B Closet Casing Intact Wood Beige 008 ± 0.45 NEG O.O± I I 0.1200.4 3 I 3/10/98 

289 30 289 29 I Room-3 B Closet Jamb Intact Wood Beige 022 ± 0.45 NEG -0.3 ± 0 7 02±04 49 3/10/98 

290 30 290 29 I Room-3 A Closet Wall Intact Drywall Beige o O[ ± 0 23 NEG -[ 0 ± [ 3 00±02 10 3/10/98 

291 30 291 29 I Room-3 B Closet Wall Inlact Drywall Beige O.OOr OW NEG -02 ± I I 0.0 ± 0.2 10 3/10/98 

292 30 292 29 I Room-3 D Closet Wall Intact Drywall Beige 0.01 ± 0.22 INCOM 06 ± 1.2 0.0 ± 0.2 II 3/10/98 

293 30 293 29 I Room-3 D Closet Wall Intact Drywall Beige 0.0120 0 23 NEG 0.020 1.1 0.020 0.2 1.3 3/10/98 

294 30 294 29 I Room-3 D Closet Shelf Intact Wood Beige OOO± 0.10 NEG 0.2 ± 0.9 o O± 0.2 10 3/10/98 

295 30 295 29 I Room-3 B Closet Ba!.eboard Intact Wood Beige 002 ± 0.10 NEG -1.5±13 00 ± 0.2 1.0 3/10/98 

296 30 296 29 I Room-3 B Closet Ceiling Intact Wood Beige 0.01 ± 0.27 NEG -0.4 ± II 00 ± 0.2 1.0 3/10/98 

297 30 297 29 I Shutter Cal-I Calibrate Calibrate 0.00200.00 0.020 0.0 00200.0 0.0 3/10/98 

298 30 :298 29 1 Calibrate-l Calibrate Calibrate 1.0120 o.n POS -0.2200.7 1.0200.2 1.0 3/10/98 

299 30 :299 29 1 Calibrate-2 Calibrate Calibrate 1.24 20 0.2:~ POS 0.1200.7 1.2 20 0.2 2.5 3/10/98 

300 30 300 29 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.010 0.0 ± 0.0 0.0 ± 0.0 00 3/10/98 

301 30 :~01 29 2 Calibrate-l Calibrate Calibrate 1.01 20 0.11 POS 0.4200.7 1.0200.2 1.0 3/10198 

302 30 :~02 29 2 Calibrate-2 Calibrate Calibrate 1.15 20 0.21~ POS -0.3200.7 1.1± 0.2 2.3 3/10198 

303 30 303 29 2 Stair A Stairs-Upr WallCasing Peeling Drywall Beige 0.0020010 NEG -03± 1.0 0.0 ± 0 2 10 3/10/98 

304 30 304 29 2 Stair B Stairs-Upr WallCasing Peeling Drywall Beige 0.00 ± 0.10 NEG -1.1 20 1.2 0.0 ± 0 2 10 3/10/98 

305 30 305 29 2 Stair C Stairs-Upr WallCasing Peeling Drywall Beige 0.00 ± 0.110 NEG -0.6 ± 1.1 0.0 ± 0 2 10 3/10/98 

306 30 306 29 2 Stair A Stairs-Lwr WallCasing Peeling Wood Beige 009±0.IO NEG -O.H 1.1 0.1200.2 76 3/10/98 

307 30 307 29 2 Stair C Stairs-Lwr WallCasing Peeling Wood Beige 0.0020 0.10 NEG -0.8201.2 0.020 0.2 1.0 3/10/98 

308 30 308 29 2 Stair A Stairs Baseboard-Ins Peeling Wood Beige 0.16 ± 0.3:5 NEG 0.1 ± 0 8 0.220 0 4 6.2 3/10198 

309 30 309 29 2 Stair C Stairs Baseboard-Ins Peeling Wood Beige 0.09 ± 0 40 NEG 0.2 ± 0.9 012004 3.6 3/10/98 

310 30 310 29 2 Hall-4 A Wall-Upr Wall Peeling Drywall Beige 0.00 ± 0.13 NEG O.O± 1.0 0.0200.2 1.0 3/10/98 

311 30 311 29 2 Hall-4 B Wall-Upr Wall Peeling Drywall Beige 0.01 ± 0.110 NEG 0.2 ± 0 8 0.0 ± 0.2 2.3 3/10/98 

312 30 312 29 2 Hall-4 C Wall-Upr Wall Peeling Drywall Beige 001±0.1:! NEG 0.2 ± 0 8 O.O± 0.2 10 3110/98 

313 30 313 29 2 Hall-4 D Wall-Upr Wall Peeling Drywall Beige 001200.24 NEG -0.5 20 I 2 0.0 ± 0.2 1.0 3/10/98 

314 30 314 29 2 Hall-4 A Wall-Lwr Wall Peeling Wood Beige o 17±0.14 NEG 0.1 ± 0 5 01 ± 0.4 10.0 3/10/98 

315 30 315 29 2 Hall-4 B Wall-Lwr Wall Peeling Wood Beige 0.08200.26 NEG O.O± I 0 0.12002 5.5 3110/98 

316 30 316 29 2 Hall-4 C Wall-Lwr Wall Peeling Wood Beige 0.05 ± 0.21 NEG 0.3 ± 0 8 0.0 ± 0.2 42 3/10/98 

317 30 317 29 2 Hall-4 D Wall-Lwr Wall Peeling Wood Beige 0.26 ± 0 Ii! NEG 0.5 ± 0 4 0.5 ± 0 4 10.0 3/[0/98 

318 30 318 29 2 Hall-4 D Wall-Lwr Wall Peeling Wood Beige 007 ± 0 22 NEG -II±I.I 0.1200.2 I 5 3/10/98 

319 30 319 29 2 Hall-4 D Wall-Lwr M~lding PeelIng Wood Beige 001 ±O.\O NEG 0.2 ± 0.8 0.02002 1.9 3/10/98 

320 30 320 29 2 Hall-4 D Wmdow Casing Peeling Wood BeIge 021±0.19 NEG 0.0 ± 0.6 0.020 0.6 10.0 3/10/98 

321 30 :121 29 2 Hall-4 0 Window Sash Peeling Wood Beige 0.5320 O.4IS POS 1.9200.6 1.9200.6 8.6 3/10/98 

322 30 322 29 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0.0920039 NEG -0320 0.9 0.1 ± 0.4 2.8 3110/98 

323 30 323 29 2 Hall-4 A Cabinet Door-Ins Intact Wood Beige 0.1020010 NEG 0.1200.8 0.1 ± 0.2 76 3/10/98 

324 30 324 29 2 Hall-4 A Closet Casing Intact Wood Beige 0.14±043 NEG -0.8 ± 1.0 01 ± 0.4 48 3110/98 

325 30 325 29 2 Hall-4 A Cabinet Shelf Intact Wood Beige 005 ± 0 43 NEG -1.2 ± 1.2 0.0 ± 0 4 22 3/10/98 

326 30 326 29 2 Hall-4 A Cabinet Wall Intact Wood BeIge 002 ± 0 III NEG -0.6 ± 1.3 O.O± 0 2 35 3/10/98 

327 30 327 29 2 Hall-4 B Cabinet Wall Intact Wood BeIge 0.02 ± 010 NEG -0.3 ± 0.8 O.O± 0.2 3.7 3/10/98 

328 30 328 29 2 Hall-4 D Cabinet Wall Intact Wood Beige 006±0.10 NEG -0 I ± I 2 01 ± 0.2 6 I 3110/98 

329 30 329 29 2 Hall-4 B Closet Door Intact Wood BeIge o 13± 0.29 NEG -0.5 ± 0.7 0.12002 61 3110/98 

330 30 330 29 2 Hall-4 B Closet Casing Intact Wood BeIge 0.13 ± 0.35 NEG -0.9 ± 1.1 0.1 ± 0.4 60 3110/98 

331 30 331 29 2 Hall-4 B Closet Jamb Intact Wood Beige 0.04 ± 0.45 NEG -0.2 ± 1.1 0.0 ± 0.4 1.9 3/10/98 

332 30 332 29 2 Hall-4 A Closet Wall Intact Drywall Beige 0.08 ± 0.10 NEG 0.0 ± 0.6 0.020 0 6 10.0 3/10/98 

333 30 333 29 2 Hall-4 B Closet Wall Intact Drywall Beige 0.01 ± 010 NEG 0020 1.1 o.o± 0.2 2.0 3/10/98 

334 30 334 29 2 Hall-4 C Closet Wall Intact Drywall Beige O.OO±O 17 NEG -0.3 ± 12 00±02 1.0 3/10/98 

335 30 335 29 2 Hall-4 D Closet Wall Intact Drywall Beige 0.05 ± 0.10 NEG -0.4 ± I 2 00±02 7.9 3/10/98 

336 30 336 29 2 Hall-4 D Closet O~iling Intact Drywall BeIge 001 ±0.17 NEG 0.4 ± 0 7 0.0 ± 0.2 12 3/10/98 

337 30 337 2 Hall-4 D Closet Shelf Intact Wood BeIge OOO±OIO NEG 02±09 0.0 ± 0 2 3110/98 
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338 30 338 29 2 Hall-4 D Closet Baseboard Intact Wood Beige 0.06 ± 0.22 NEG -0.5 ± \.I 0.1 ± 0.2 1.4 3/10/98 
339 30 339 29 2 Hall-4 A Conduit Electrical Intact Metal Beige 0.10±0.17 NEG 02 ± 0.9 0.1 ± 0.2 3.4 3/10/98 
340 30 340 29 2 Hall-4 A Ceiling Fan Casing Intact Wood Beige 1.86 ± 1.30 POS 1.6 ± 0.9 1.6 ± 0.8 10.0 3/10/98 
341 30 341 29 2 Hall-4 A Attic Casing Intact Wood Beige O.OO± 0.10 NEG -0.8 ± I 2 0.0 ± 0.2 10 3/10/98 
342 30 342 29 2 Hall-4 D Floor Floor Intact Wood Varnish 000±O.l9 NEG -0.2 ± I I 00 ± 0.2 1.0 3/10/98 
343 30 343 29 2 Bath-4 A Wall Wall Intact Drywall Beige 0.12 ± 0.23 NEG 0.1 ± 0 9 0.1 ± 0.2 2.6 3/10/98 
344 30 344 29 2 Bath-4 B Wall Wall Intact Drywall Beige 0.39 ± 0.52 NEG -O.H 0 7 04 ± 0.6 69 3/10/98 
345 30 345 29 2 Bath-4 C Wall Wall Intact Drywall Beige 0.01 ± 0.10 NEG -0.3 ± 0.9 00 ± 0.2 23 3/10/98 
346 30 346 29 2 Bath-4 D Wall Wall Intact Drywall BeIge 0.Q3 ± 0.10 NEG -0.4± 1.2 00 ± 0.2 4.2 3/10/98 
347 30 347 29 2 Bath-4 D Window Stool Peeling Wood Beige 043 ± 0.40 NEG 0.9 ± 0.7 04±04 55 3/10/98 
348 30 348 29 2 Bath-4 D Window Casing Intact Wood Beige 020 ± 0.30 NEG 0.4 ± 0 7 02±02 7.6 3/10/98 
349 30 349 29 2 Batb-4 D Window Sasb Inlact Wood Beige 0.58 ± 0.79 POS 3.0± 1.2 3.0 ± 1.2 6.3 3/10/98 
350 30 350 29 2 Bath-4 A Door Door Intact Wood Beige 0.21 ± 0.40 NEG -0.4 ± 0.8 02±04 6.4 3/10/98 
351 30 351 29 2 Bath-4 A Door Casing Intact Wood Beige o 06± 0.20 NEG 0.3 ± 0.9 0.1 ± 0.2 2 I 3/10/98 
352 30 352 29 2 Bath-4 A Door Jamb Intact Wood Beige o 04± 0.20 NEG 0.3 ± 0.8 00 ± 0.2 1.9 3/10/98 
353 30 353 29 2 Bath-4 D Cabinet Door-Ins Intact Wood Beige O.OO±O.IO NEG -0.1 ± \.I o O± 0.2 1.0 3/10/98 
354 30 354 29 2 Bath-4 D Cabinet Door-Out Intact Wood Beige OOO±O.IO NEG -II ± 1.2 00 ± 0.2 1.0 3/10/98 
355 30 376 29 2 Shutter Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0.0 o O± 0.0 0.0 3/11/98 
356 30 377 29 2 Calibrate-I Calibrate Calibrate 1.04 ± 0.13 POS -0.1 ± 0.7 1.0 ± 0.2 1.0 3/1l/98 
357 30 378 29 2 Calibrate-2 Calibrate Calibrate 1.08± 0.25 POS 0.7 ± 0.7 l.l ± 0.2 2.3 3/1l/98 
358 30 379 29 2 Outside B House Awning Peelinl: Metal White 1.08± 0.42 POS 1.9 ±0.9 1.1 ± 0.4 4.9 3/1l/98 
359 30 380 29 2 Outside B Gutter Gutter Pectin!: Metal White 0.01±0.18 NEG -0.8 ± 1.2 0.0 ± 0.2 1.0 3/11/98 
360 30 381 29 2 Outside B Eave Soffit Peelinl: Wood White »5.0± 1.00 POS 10.1 ±3.2 10.1 ±3.2 10.0 3/11/98 
361 30 382 29 2 Outside B Eave Fascia Peetin!: Wood White 0.02 ± 0.10 NEG -0.5 ± 1.0 O.O± 0 2 5.2 3/1 1/98 
362 30 383 29 2 Outside B Wall Wall Peetin!: Masonite WhIte 0.04 ± 010 NEG -1.6 ± 1.4 0.0 ± 02 4.0 3/11/98 
363 30 384 29 2 Porch-2 B Poreh-2 Lattice Peelinl: Wood Green »S.O± 1.00 POS 16.3 ± 1.7 16.3 ± 1.8 4.1 3/11/98 
364 30 .385 29 2 Porch-2 B Porcb-2 Columns Peelinl: Wood Wbite 0.54 ± 0.35 POS 1.4 ± 0.5 1.4 ± 0.4 7.9 3/11/98 
365 30 .386 29 2 Porcb-2 B Porcb-2 Trim-Lwr Peelinl: Wood Wbite 3.59± 2.51 POS 7.6 ± 2.1 7.6±2.0 6.2 3/11/98 
366 30 387 29 2 Outside A House Wall Peeting Masonite White 004±0.10 NEG -0.6 ± 1.0 00±02 5.5 3/11/98 
367 30 388 29 2 Outside A Garage Door Intact Metal White 0.00±0.10 NEG 0.0 ± \.I O.O± 0 2 10 3/11/98 
368 30 389 29 2 Outside A Garage Downspout Intact Metal White O.OO±O.IO NEG -0.3 ± 1.0 o O± 0.2 1.0 3/11/98 
369 30 .390 29 2 Outside A Window-2 Stool Intact Wood White »5.0± 1.00 POS 12.4 ± 1.4 12.4 ± 1.4 6.8 3/11/98 
370 30 .391 29 2 Outside A Window-2 Casing Intact Wood White »5.0± 1.00 POS 13.1 ± 2.7 13.1 ± 2.8 9.7 3/1l/98 
371 30 .392 29 2 Outside A Window-2 Casing Intact Wood White »5.0± 1.00 POS 12.2 ± 2.6 12.2±2.6 9.0 3/ll/98 
372 30 .393 29 2 Outside A Window-2 Sash-Ext Intact Wood White »5.0± 1.00 POS 8.9± 2.5 8.9±2.4 8.5 3/ll/98 
373 30 394 29 2 Outside C Wall Wall Intact Masonite White 0.01 ± 0.10 NEG -03 ± I 2 00 ± 0.2 1.0 3/11/98 
374 30 395 29 2 Shutter Cal-I Calibrate Calibrate O.OO±OOO OO±OO 0.0 ± 0.0 00 3/11/98 
375 30 .396 29 2 Calibrate-I Calibrate Calibrate 1.06 ± 0.13 POS -0.2 ± 0.7 1.1 ± 0.2 1.0 3/11/98 
376 30 :397 29 2 Calibrate-2 Calibrate Calibrate 1.13 ± 0.26 POS 0.2 ± 0.7 1.1 ± 0.2 2.4 3/\1/98 
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uali Evaluation 
YRV Viold D!lt!l ~hoot(1 
1ll I' I'IUIU IJlllJll lJl UUIJLJ 

and Results 



Original Reading 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.10 
0.00 
0.00 
0.00 
0.10 

0.10/10 = 0.01 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.00 0.00 
0.00 0.00 
0.00 0.00 
0.00 0.00 
0.00 0.00 
0.00 0.00 
0.00 0.05 
0.00 0.00 
0.00 0.00 
-0.70 -0.35 
-0.70 -0.30 

-0.70/10 = -0.07 

Absolute Difference = -0.07 - 0.01 = 0.08 

C = 0.1250 
D = 0.0009 
E = 0.0329 

0.1250 x 0.0072 = 0.0009 
0.0009 + 0.032 = 0.0329 
Square Root of 0.0329 = 0.181384 

Squared 
0.0000 
0.0000 
0.0000 
0.0000 
0.0000 
0.0000 
0.0025 
0.0000 
0.0000 
0.1225 
0.1250 

F = 0.181384 0.181384 x 1.645 = 0.2984 (Retest Tolerance Limit) 

Retest Tolerance Limit = 0.2984 

0.08 < 0.2984 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 

656 



Paint Page I 
Quarters GG, Quality Evaluation Retest 

Charleston Naval Complu 
Site: 30 Date: 3/10/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/l:m') RES PbK Combined Note 
I 30 355 29 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 ... O.O± 0.0 O.O± 0.0 
2 30 356 29 1 Calibrate-l Calibrate Calibr:llte 1.08 ± 0.13 POS 0.2± 0.7 1.1 ± 0.2 
3 30 357 29 1 Calibrate-2 Calibrate Calibr:llte 1.20 ± 0.27 POS 0.5± 0.7 1.2 ± 0.2 
4 30 358 29 1 Calibrate-3 Calibrate Calibr:llte 1.00 ± 0.22 PUS 0.3± 0.7 1.0 ± 0.2 
5 30 359 29 I Room-I A Wall-Lwr Wall-Lwr Peeling Wood Beige 001±0.1O NEG -0.7 ± I I 0.0±0.2 244 
6 30 360 29 I Room-I B Wall-Lwr Wall-Lwr Peeling Wood Beige 002±0.10 NEG -0.7 ± 1.2 0.0±0.2 245 
7 30 361 29 I Room-I C Wall-Lwr Wall-Lwr Peeling Wood Beige O.OO±O.IO NEG -1.0 ± 1.3 O.O± 0.2 246 
8 30 362 29 I Room-I D Wall-Lwr Wall-Lwr Peeling Wood Beige 0.02 ± 0.10 NEG O.O± 0.8 O.O± 0.2 247 

9 30 363 29 I Hall-I A Wall-Lwr Wall-Lwr Intact Wood Beige 0.01 ± 0.21 NEG -0.7 ± 1.3 O.O± 0.2 248 
10 30 364 29 I Hall-I B Wall-Lwr Wall-Lwr Intact Wood Beige 0.00 ± 0.10 NEG -0.6 ± 0.9 O.O± 0.2 249 
II 30 365 29 I Hall-I C Wall-Lwr Wall-Lwr Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 1.0 O.O± 0.2 250 
12 30 366 29 I Room-2 A Wall-Lwr Wall-Lwr Intact Wood Beige O.OO± 0.10 NEG O.O± 0.9 O.O± 0.2 251 

13 30 367 29 I Room-2 B Wall-Lwr Wall-Lwr Intact Wood Beige O.OO± 0.10 NEG -0.6 ± 1.0 0.0 ±0.2 252 
14 30 368 29 I Room-2 C Wall-Lwr Wall-Lwr Intact Wood Beige 0.09 ± 0.10 NEG -0.7 ± 0.6 -0.7 ± 0.6 253 
IS 30 369 29 I Shutter Cal-I Calibrate Calibrate OOO±OOO .. o O± 0.0 o O± 0.0 
16 30 370 29 1 Calibrate-l Calibrate Calibr:llte 1.18 ± 0.10 POS O.S± 0.5 1.2 ± 0.2 
17 30 371 29 1 Calibrate-2 Calibrate Calibr:llte 1.18 ± 0.15 pas 0.1 ± 0.7 1.2 ± 0.2 
18 30 372 29 1 Calibrate-3 Calibrate Calibr:llte 1.11 ± 0.14 PUS O.O± 0.7 1.1 ± 0.2 
19 30 373 29 I Calibrate-4 Calibrate Calibrate 1.17 ± 0.36 lNeUM O.O± 0.9 1.2 ± 0.4 
20 30 374 29 I Calibrate-5 Calibrate Calibrate 0.67 ± 0 31 lNeUM 1.1 ± 1.2 07 ± 0.4 
21 30 375 29 1 Calibrate-6 Calibrate Calibr:llte 1.04 ± 0.24 PUS 0.3 ± 0.6 1.0 ± 0.2 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Proper1'/ Address: Quarters GG. 1294 Avenue H, Charleston "Javal Complex, 

Charleston SC 

Sample 
Number 

NBC; 
Qtrs GG 
001 
NBCI 
Qtrs GG 
002 
"1 __ ' 

I
I'II:H..-I 

9~~GG 
uu,) 

NBC/ 
Qtrs GG 
004 
NBC/ 
Qtrs GG 
005 
NBC/ 
Qtrs GG 
006 
NBC/ 
Qtrs GG 
007 
NBC/ 
Qtrs GG 
008 

Room 

12- Fioor, 
Kitchen 
Entry 

1ST Floor, 
Kitchen 

_1\lU _, 

I 
L- rloor, 

Hall 
""'L' II ;:)Iairwell 

2ND Floor, 
Room-1 

2ND Floor, 
Room-2 

1~ Floor, 
Room-3 

Entry 

1ST Floor, 
Room-3 

Blank 

Surface 
Type 

Floor 

Window 
Sill 

Floor 

Window 
Sill 

Window 
Sill 

Floor 

Window 
Sill 

N/A 

1 Measure to the nearest 1/8 inch. 

Is surface 
Dimensions 

smooth and 
of the sample 

Area Total Lead 
cleanable? area (inches 

(fe) Found x inches) 

Yes 12 x 12 1 -19.10 

Yes 
27 x 2 0.375 4.90 

Yes 12 x 12 -7.20 

Yes 27 x2 0.375 -12.50 

Yes 27 x 2 0.375 -23.70 

Yes 12 x 12 1 -8.20 

Yes 27 x 2 0.375 19.10 

N/A N/A N/A -25.00 

HUD standards: 100 Ilglft2 (floors), 500 Ilg/fe (interior window sills), 800 Ilg/fe (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 3/23/98 

Table 27-b, Field Sampling Form for Dust 
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Result of Lab 
Analvsis 
(Ilg/fe) 

<Detectable 

13.07 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

50.93 

<Detectable 



No Site XLNo Insp Fir 
5 30 98 3 

11[) 30 103 3 I 
15 30 108 3 I 
20 30 113 3 2 
25 30 118 3 2 
30 30 123 3 2 
35 30 128 3 1 
40 30 133 3 1 
45 30 138 3 1 
SO 30 144 3 

Quarters GL, LlUSlt Samples 
Charleston Naval Complex 

Site 30, Date: 21123/9S 

Room Side Strc 
Calibrate-I 

Kitchen-DOl B Floor 
Kitchen-D02 C Window 
Hall-4-D04 B Floor 

Room-I-DOS A Window 
Room-2-DOS B Window 
Room-3-D06 B Floor 
Room-3-D07 C Window 
Blank-D08 
Calibrate-l 

Table 27-c, XRF Field Data Sh,cets for Dust Samples 
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Thin Page 1 

Feat Ph ± Prec 
3318.40 ± 63.00 

Floor -19.10 ± 21.70 
Stool 4.90 ± IS.60 
Floor -7.20 ± 19.40 
Stool -12.S0± 18.10 
Stool -23.70 ± 20.80 
Floor -8.20 ± 18.1 0 
Stool 19.10 ± 19.40 

-2S.00 ± 19.80 
33S6.80 ± 63.30 



Bulk Page 1 
Quarters GG, SoU Samples 
Charleston Navall Complex 

Site: 30 Date: 4/23/98 

No Site XLNo Insp Room Side Str4: Feat Pb ± Prec 
1 30 1535 22 Calibrate-l 55.8 ± 66.2 
2: 30 1536 22 Calibrate-2 1164.0± 109.8 
3 30 1537 22 Dripline A 336.2 ± 63.4 
4- 30 1538 22 Dripline B 362.4 ± 76.1 
5 30 1539 22 Dripline C 1236.0 ± 102.8 
6> 30 1540 22 Calibrate-l 14.3 ± 66.4 
7 30 1541 22 Calibrate-2 1093.6 ± 109.4 

Table 27-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

28.0 Quarters HH 

Quarters HH, 1304 Avenue G, is a two-story, wood-framed unit that is haIfa duplex with an attic 

and crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hail ways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 24 February 1998 to 27 February 1998, two certified lead inspectors performed an extensive 

LBP survey of Quarters HH. Quarters HH was surveyed after the HUD Guidelines Chapter 7 

revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

28.1 Identification of Lead in Ouarters HH: 

Four hundred twelve XRF samples and calibrations were taken in Quarters HH. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 28-a contains LBP sampling results for 

Quarters HH and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters HH: 
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Quarters HH Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(m9/ cm2) 

1 Bath·l C Window Sash Intact Wood Beige POS 1.8 ±0.5 
1 Hall·1 A Wall Wall·Paper Intact Drywall Beige POS 1.5 ±0.5 
1 Hall·1 D Wall Baseboard Intact Wood Beige POS 1.0 ±0.4 
1 Hall·3 A Wall Wall Intact Drywall Beige POS 2.4 ±0.7 
1 Hall·3 A Closet Wall Intact Wood Beige POS 2.0 ±0.9 
1 Hall·3 B Wall Wall Intact Drywall Beige POS 2.8 ±0.9 
1 Hall·3 B Closet Shelf Intact Wood Beige POS 1.7 ±0.7 
1 Hall·3 B Closet Wall Intact Drywall Beige POS 2.3 ±0.6 
1 Hall·3 C Wall Wall Intact Drywall Beige POS 1.6 ±0.5 
1 Hall-3 C Closet Wall Intact Drywall Beige POS 4.6 ±1.7 
1 Hall-3 C Wall Crown Mold Intact Wood Beige POS 1.5 ±0.6 
1 Hall·3 C Ceiling Intact Drywall Beige POS 2.4 ±0.8 
1 Hall-3 D Wall Wall Intact Drywall Beige POS 1 6 ±0.5 
1 Hall·3 D Wall·Lwr Wall Intact Wood Beige POS 1.1 ±0.7 
1 Kitchen C Window Sash Intact Wood Beige POS 1.8 ±0.5 
1 Kitchen C Window Stool Intact Wood Beige POS 6.6 ±2.0 
1 Outside A Window Sash-Ext Peeling Wood Green POS 7.6 ±2.1 
1 Outside A Poreh·2 Columns Peeling Wood White POS 24.7 ±3.4 
1 Outside A Porch-2 Columns Peeling Wood Green POS 26.5 ±3.5 
1 Outside A Awning Awning Peeling Metal White POS 3.7 ±1.2 
1 Outside A Garage-Door Casing·Lft Peeling Wood White POS 11.9 ±2.7 
1 Outside B Window Sash·Ext Peeling Wood Green POS 1.5 ±0.4 
1 Outside B Window Casing Peeling Wood White POS 28.9 ±3.5 
1 Outside D Porch-1 Columns Intact Wood White POS 6.3 ±2.0 
1 Outside D Porch-1 Trim Peeling Wood Green POS 25.8 ±3.4 
1 Outside D Porch-1 Doorjamb Peeling Wood Green POS 16.6 ±2.8 
1 Porch-1 B Wall Wall Fair Wood White POS 9.5 ±2.6 
1 Porch-1 B Door·1 Door Peeling Wood White POS 15.0 ±29 
1 POich-1 8 DOOi .. 2 Door Peeling Vvoou Vvlhiie POS i3.3 ±L.o 
1 Porch-1 B Door-3 Door Peeling Wood White POS 12.3 ±2.4 
1 Porch .. 1 B Door-1 Door Ca..:.linn \AJcod ('!rA\I P~S 1.3 ±O.3 I .......... I.~ -''''''I 

1 Porch·1 B Porch-1 Ceiling Intact Wood White POS 6.5 ±3.6 
1 Porch-1 C Porch-3 Columns-Rht Peeling Wood White POS 6.5 ±1.9 
1 Porch-1 D Porch-3 Columns-Lft Peeling Wood White POS 25.6 ±3.4 
1 Porch-2 A Porch Columns Peeling Wood White POS 20.0 ±3.1 
1 Porch-2 A Door Jamb Peeling Wood White POS 22.4 ±3.4 
1 Porch·2 B Wall Wall Peeling Wood White POS 6.6 ±2.2 
1 Porch·2 B Porch-2 Ceiling Intact Wood White POS 6.9 ±2.2 
1 Porch·2 D Wall Wall Peeling Wood White POS 7.4 ±2.1 
1 Porl.:h·2 D Door Casing Peeiing vVood vVhite POS 17.9 ±2.9 
1 Room-1 A Wall-Upr Wall Intact Drywall Beige POS 3.6 ±1.1 
1 Rccm-1 B IN,.II_llnr '.IVa!! O':'Alinn nr\l\AI'.!I1I &::lai"a P~S 2.3 ±O.7 • __ ,f _,.... 

I ........ HII~ _I~ •• YII -V''::::f'''' 
1 Room·1 B Window Sash Intact Wood Beige POS 2.6 ±0.9 
1 Room·1 C Wall·Upr Wall Peeling Drywall Beige POS 1.6 ±0.4 
1 Room-1 C Ceiling Intact Drywall Beige POS 4.0 ±1.2 
1 Room·1 C Wall Crown Mold Intact Wood Beige POS 1.1 ±0.6 
1 Room·1 D Wall·Upr Wall Intact Drywall Beige POS 2.4 ±0.7 
1 Room-2 B Wall-Upr Wall Intact Drywall Beige POS 2.3 ±0.7 
1 Room-2 B Door-Upr Door Intact Wood Beige POS 1.4 ±0.4 
1 Room-2 C Wall-Upr Wall Intact Drywall Beige POS 3.0 ±O.9 
1 Room·2 C Window Stool Intact Wood Beige POS 2.7 ±0.9 
1 Room·2 C Window Sash Intact Wood Beige POS 2.6 ±D.8 
1 Room-2 D Ceiling Intact Drywall Beige POS 3.1 ±1.2 
1 Room-3 A Wall-Upr Wall Intact Drywall White POS 1.8 ±0.5 
1 Room-3 A Ceiling Intact Drywall Beige POS 5.0 ±1.8 
1 Room-3 A Wall Crown Mold Intact Wood Beige POS 3.6 ±1.2 
1 Room-3 C Wall·Upr Wall Intact Drywall White POS 2.4 ±O.7 
1 Room-3 C Window Sash Intact Wood Beige POS 1.7 ±O.4 
1 Room-3 D Wall·Upr Wall Intact Drywall White POS 1.7 ±O.4 
2 Bath·2 B Window Sash Intact Wood Beige POS 2.1 ±O.5 
2 Bath·3 C Window Sash Intact Wood Beige POS 3.1 ±D.9 
2 t:Sath·3 C Window Stooi intact Wood t:Seige l-'uS 5.; ±1.4 
2 Hall-4 A Wall·Upr Wall Intact Drywall Beige POS 2.8 ±D.9 
2 Hall-4 A Closet Wall Intact Drywall Beige POS 3.6 ±1.0 
2 Hall-4 A Stairs·Wall Wall·Upr Intact Drywall Beige POS 2.8 ±D.9 
2 Hall-4 A Stairs·WaII Wall·Lwr Intact Wood Beige POS 1.9 ±O.5 
2 Hall-4 B Wall·Upr Wall Intact Drywall Beige POS 2.3 ±0.6 
2 Hall-4 B Wall·Lwr Wall Intact Wood Beige POS 1.3 ±0.3 
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Quarters HH Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mg/cm~) 

2 Hall-4 B Closet Wall Intact Drywall Beige POS 4.1 ±1.3 
2 Hall-4 B Window Sash Intact Wood Beige POS 1.3 ±0.3 
2 Hall-4 B Window Casing Intact Wood Beige POS 1.2 ±0.3 
2 Hall-4 B Ceiling Intact Drywall Beige POS 1.5 ±0.8 
2 Hall-4 B Closet Ceiling Intact Drywall Beige POS 1.3 ±O.4 
2 Ha!!-4 C W"U_llnr Wall Intact nr"V\.U!:IIH Beige P~S 3.4 ±1.0 'O-_ .. -t"'. -·r .. · ..... 
2 Hall-4 C Wall-Lwr Wall Intact Wood Beige POS 1.1 ±0.3 
2 Hall-4 C Closet Wall Intact Drywall Beige POS 4.0 ±1.2 
2 Hall-4 C Stairs-Wall Wall-Upr Intact Drywall Beige POS 1.4 ±0.4 
2 Hall-4 C Stairs-Wall Chair-rail Intact Wood Beige POS 1.1 ±0.5 
2 Hall-4 0 Wall-Upr Wall Peeling Drywall Beige POS 1.4 ±0.4 
2 Hall-4 0 Wall Chair-rail Intact Wood Beige POS 1.9 ±0.5 
2 Hall-4 0 Closet Shelf Intact Wood Beige POS 1.6 ±0.6 
2 House-ext. B Facia Fair Wood White POS 29.9 ±6.4 
2 House-ext. B Soffit Fair Wood White POS 14.0 ±4.6 
2 House-ext. B Awning Fair Metal White POS 3.0 ±0.8 
2 Room-1 A Wall-Upr Wall Peeling Drywall Beige POS 2.4 ±0.6 
2 Room-1 A Wall-Lwr Wall Peeling Wood Beige POS 1.0 ±0.5 
2 Room-1 A Window Sash Intact Wood Beige POS 1.5 ±0.3 
2 Room-1 B Wall-Upr Wall Peeling Drywall Beige POS 2.1 ±O.5 

2 Room-1 B Wall-Lwr Wall Peeling Wood Beige POS 1.1 ±0.5 
2 Room-1 B Closet Wall Peeling Drywall Beige POS 2.0 ±0.6 
2 Room-1 B Closet-2 Wall Intact Wood Beige POS 2.6 ±0.8 
2 Room-1 C Wall-Lwr Wall Peeling Wood Beige POS 1.4 ±0.4 
2 Room-1 C Wall-Lwr Wall-Rgstr Intact Metal Beige POS 1.8 ±0.6 
2 Room-1 C Closet Wall Peeling Drywall Beige POS 2.5 ±0.7 
2 Room-1 C Closet-2 Wall Intact Wood Beige POS 4.4 ±1.5 
2 Room-1 C Ceiiing intact Drywaii White POS i .8 ±O.S 
2 Room-1 C Wall Crown Mold Intact Wood White POS 1.6 ±0.6 
2 Room-1 C Closet-2 Ceiling Intact Drywall White POS 2.4 ±1.4 
2 Room-1 0 Wall-Upr Wall Peeling Drywall Beige POS 2.8 ±0.9 
2 Room-1 0 Wall-Lwr Wall Peeling Wood Beige POS 1.8 ±O.5 
2 Room-1 0 Closet Wall Peeling Drywall Beige POS 3.8 ±1.1 
2 Room-1 0 Closet-2 Wall Intact Wood Beige POS 4.1 ±1.2 
2 Room-2 A Wall-Upr Wall Fair Drywall Beige POS 2.6 ±0.8 
2 Room-2 A Window Stool Fair Wood Beige POS 4.5 ±1.6 
2 Room-2 A Window Sash Fair Wood Beige POS 3.4 ±1.2 
2 Room-2 A Closet Door Fair Wood Beige POS 1.4 ±0.4 
2 Room-2 A Closet Ceiling Intact Drywall Beige POS 5.1 ±1.0 
2 Room-2 B Wall-Lwr Wall Fair Drywall Beige POS 2.9 ±1.0 
2 ROU"1-2 B C;os~t Vvaii Fair Wood Beige POS 1 7 :to.8 
2 Room-2 C Wall-Upr Wall Fair Drywall Beige POS 1.4 ±0.6 
2 Rocm-2 C Door Door Fair \ft.Jocd Beige P~S 1.2 ±O.4 
2 Room-2 C Door Casing Fair Wood Beige POS 1.1 ±0.2 
2 Room-2 C Closet Casing Fair Wood Beige POS 1.4 ±O.4 
2 Room-2 C Closet Wall Fair Wood Beige POS 2.2 ±1.2 
2 Room-2 C Wall Baseboard Fair Wood Beige POS 1.1 ±O.4 
2 Room-2 C Ceiling Intact Drywall Beige POS 1.4 ±0.6 
2 Room-2 C Wall Crown Mold Intact Wood Beige POS 1.6 ±O.6 
2 Room-2 0 Wall-Upr Wall Fair Drywall Beige POS 1.9 ±0.6 
2 Room-2 0 Wall-Lwr Wall Fair Wood Beige POS 1.1 ±0.4 
2 Room-2 0 Closet Wall Fair Wood Beige POS 1.8 ±0.8 
2 Room-2 0 Closet Casing Fair Wood Beige POS 2.5 +0.8 
2 Room-3 A Wall Baseboard Fair Wood Beige POS 1.1 ±O.4 
2 Room-3 A Door-1 Casing Fair Wood Beige POS 1.2 +0.2 
2 Room-3 A Closet 1-lns Wall Fair Drywall Beige POS 4.8 ±2.8 
2 Room-3 A Closet-1 Ceiling Intact Wood Beige POS 3.5 ±3.0 
2 Room-3 B Wall-Upr Wall Fair Drywall Beige POS 2.3 ±0.6 
2 Room-3 B Closet 1-lns Wall Fair Wood Beige POS 3.6 +1.2 
2 Room-3 B Door-2 Casing Fair Wood Beige POS 1.0 +0.2 
2 Room-3 C Wall-Upr Wall Fair Drywall Beige POS 1.6 ±O.4 
2 Room-3 C Closet 1-lns Door Fair Wood Beige POS 1.2 +0.2 
2 Room-3 D Window Sash Fair Wood Beige POS 2.4 ±0.8 
2 Room-3 D Window Stool Fair Wood Beige POS 4.7 ±1.6 
2 Room-3 D Ciosei i-ins Waii Fair Wood Beige POS 2.9 ±1.0 
2 Room-3 D Closet 1-lns Baseboard Fair Wood Beige POS 2.4 +0.8 
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Quarters HH. Lead-Based Paint Survey 
Paint Page I 

Charleston Naval Complex 
Site: 31 Date: 2127198 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp }'Ir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Date Note 
I 31 I 35 I Shutter Cal-I Calibra,te CalIbrate 0.00 ± 0.00 oo±oo 0.0,10 0.0 0.0 2/24/98 
2 31 2 35 1 Calibrate-l Calibrllte Calibrate 1.02 ± 0.13 POS 0.6%0.5 1.0,10 0.1 1.0 2125198 
3 31 3 35 1 Calibrate-2 Cahbra,te Cahbrate 082±0 18 NEG 0.4 ± 04 08 ,t 0.2 18 2/25198 
4 31 4 35 t Calibrate-3 Calibrnte Calibrate 0.99 % 0.21 POS 0.4 %0.4 1.0,10 0.2 2.1 2125/98 
5 31 5 35 I Room-I A Wall-Upr Wall Intact l[)rywalll B,eige 0.71 %0.59 POS 3.6 % 1.1 3.6,10 1.1 10.0 2125/98 
6 31 6 35 1 Room-I A Wall-Lwr Wall Peeling Wood B'eige 0.21 ± 0.27 NEG 0.5 ± 0.4 0.210 0.3 7.8 2/25198 
7 31 7 35 1 Room-I B Wall-Upr Wall Peeling l[)rywalll B,eige 0.98%0.68 POS 2.3 % 0.7 2.3,10 0.7 10.0 2125198 *5 
8 31 8 35 1 Room-I B Wall-Lwr Wall Peeling Wood Bdge 067 ± 0.46 NEG 0.9 ± 0.3 0.910 0.3 9.8 2/25/98 
9 31 9 35 1 Room-I C Wall-Upr Wall Peeling l[)rywaIIi B,eige 0.77%0.49 POS 1.6 *0.4 1.6:100.4 10.0 2125198 *' 
10 31 10 35 I Room-I C Wall-Lwr Wall Intact Wood B,eige 0.87 ± 0.56 NEG 0.8 ± 0 3 0.810 0.3 10.0 2/25/98 
11 31 11 35 1 Room-l 0 Wall-Upr Wall Intact Il>rywalll B,eige 0.93 %0.65 POS 2.4 % 0.7 2.4,:1, 0.7 10.0 2125198 
12 31 12 35 I Room-I 0 Wall-Lwr Wall Intact Wood B,eige 0.5~ ± 0.44 NEG 0.5 ± 0.3 0.51003 8.9 2/25/98 
\3 31 \3 35 I Room-) 0 Door Door Intact Wood B,eige 0.10 ± 0.25 NEG -0.2 * 0.8 0110 0.3 1.9 2/25198 
14 31 14 35 I Room-I 0 Door Casing Intact Wood B,eige 0.10 % 0.38 NEG 0.0 ± 0.8 O.I,tO.4 23 2/25198 
15 31 15 35 ) Room-I A Wall Chair-Rail Intact Wood B,eige 0.24 ± 0.45 NEG 0.4 ± 0.4 0.2,t 0.5 59 2/25198 °6 
16 31 16 35 I Room-I B Wall Baseboard Peeling Wood B,eige 0.12 ± 0.23 NEG 00*06 O.lt 0.2 2.2 2/25198 
17 31 17 35 I Room-l B Window Sash Intact Wood B,eige 1.49 % 1.14 POS 2.6%0.9 2.6,:1,0.9 10.0 2/25198 
18 31 18 35 I Room-I B Window Casing Intact Wood B,eige 0.10±0.30 NEG 0.0 * 0 6 o 1 ,10 0.3 2.7 2/25198 
19 31 19 35 I Room-I C Door Door Intact Wood Heige 006 ± 0.10 NEG 0.2 ± 0.4 O.lt 0.1 1.2 2125198 ·8 
20 31 20 35 I Room-I C Door Casing Intact Wood B,eige 0.03 ± 0.10 NEG -0.1 ± 0.6 0.010 0 I 1.0 2/25198 
21 31 21 35 I Room-I C 000r-2 Jamb Intact Wood B,eige 0.12 ± 0.23 NEG 01 ± 0.6 o ltO.2 19 2/25/98 
22 31 22 35 I Room-I A Window-2 Box Intact Wood Heige 0.02 ± 0.28 NEG -0.4 ± 0.6 0.0:10 0.3 1.0 2/25198 
23 31 23 35 I Room-I A Wall Wall-Rgstr Intact Metal Bdge 049*0.41 INCOM 05±07 0510 0 4 54 2/25198 
24 31 24 35 I Room-I A Wall Wall-Rgstr Intact Metal B,eige 0.34 * 0.23 NEG 0.7 ± 0 6 0.310 0.2 4 I 2/25198 
25 31 25 35 I Room-I C Wall Wall-Rgstr Intact Metal B,eige 0.07 * 0.12 NEG 03±08 O.ltO I 1.7 2/25198 
26 31 26 35 I Room-I A Floor Floor Intact Wood Varnish 0.11 *0.10 NEG -03 ± 0 7 0.1,10 0.1 6.9 2/25198 °14 
27 31 27 35 I Room-2 A Wall-Upr Wall Intact IDrywall H:ige 0.04 * 0.10 NEG -0.1 ± 06 O.O,t 0.1 4.3 2125198 
28 31 28 35 I Room-2 A Wall-Lwr Wall Intact Wood B'eige 0.05% 0.10 NEG -0.1 ± 0.6 0.1 ,t 0.1 6.5 2/25198 
29 31 29 35 I Room-2 B Wall-Upr Wall Intact I[)rywalll B,eige 1.47 * 1.03 POS 2.3 % 0.7 2.3,1:0.7 10.0 2125198 
30 31 30 35 I Room-2 B Wall-Lwr Wall Intact Wood Bdge 0.98 ± 0.62 NEG 0.8± 0.3 0.8 j: 0.3 10.0 2/25/98 
31 31 31 35 I Room-l C Wall-Upr Wall Intact I[)rywalll &eige 2.28% 1.75 POS 3.02:0.9 3.0,1:0.9 10.0 2125198 
32 31 32 35 I Room-2 C Wall-Lwr Wall Intact Wood B,eige 0.91 ± 0.54 NEG 0.9 ± 0.3 0.9,1: 0.3 9.7 2/25198 
33 31 33 35 I Room-2 D Wall-Upr Wall Intact Drywall B,:ige 002 ± 0.27 NEG -0.2 ± 0.6 0.010 0.3 20 2/25198 
34 31 34 35 I Room-2 0 Wall-Lwr Wall Intact Wood Bdge 0.01 ± 0.19 NEG -0.2 ± 0.7 o Ot 0.2 10 2/25198 
35 31 35 35 I Room-2 0 Wall Chair-Rail Intact Wood Bdge 0.01 * 0.23 NEG -0.2 ± 0.6 0.0,1:02 1.0 2/25198 
36 31 36 35 I Room-2 0 Door Door Intact Wood B'eige 001 ±O.IO NEG -0.4 ± 0.6 00,10 0.1 10 2/25/98 
37 31 37 35 I Room-2 0 Door Casing Intact Wood B,eige 0.00 ± 010 NEG ·0.1 * 0.6 o Ot 0.1 10 2/25198 
38 31 38 35 I Room-2 A Closet Door Intact Wood B,:ige O.OO±O.IO NEG 0.2 * 0 6 0.0,10 0.1 \.0 2/25198 
39 31 39 35 I Room-2 A Closet Casing Intact Wood Bdge 001±0.10 NEG -0.1 ± 0 7 0.0,1: 0.1 2.0 2/25198 '9 
40 31 40 35 I Room-2 B Ooor-Upr Casing Intact Wood B,eige 0.96 ± 0.33 NEG 0.5 * 0.4 1.01: 0.3 3.9 2/25198 
41 31 41 35 1 Room-2 B Door-Upr Door Intact Wood B,eige 1.36 %0.39 POS 0.9%0.5 1.4,:1, 0.4 4.0 2125198 
42 31 42 3S I Room-2 C Window Stool Intact Wood Bdge 0.66 % 0.72 POS 2.72:0.9 2.H:0.9 4.4 2125198 
43 31 43 35 I Room-2 C Window Sash Intact Wood B,eige 1.47 % 0.53 POS 2.6%0.8 2.6::1, 0.8 3.1 2125/98 
44 31 44 35 I Room-2 A Closet-Ins Wall Intact Drywall B,eige 010* 010 NEG -0.4 ± 0.7 -0.4 ,10 0 7 10.0 2/25198 
45 31 45 35 I Room-2 B Closet·lns Wall Intact Drywall Bdge 0.01 ± 0.17 NEG O.H 0 5 0.01:0.2 10 2/25198 
f6 31 46 35 I Room-2 0 Closet-Ins Wall Intact Drywall B,:ige 001 *0.10 NEG 0.2 ± 0.6 o O,t 0.1 10 2125198 
17 31 47 35 .1 Room-2 C Closet·lns Door Intact Wood B,:ige 0.00 ± 0.10 NEG -0.8 ± 0 7 001: 0.1 \.0 2125198 
18 31 48 35 I Room·2 A Closet·lns Shelf Intact Wood B,elge 000±01O NEG -0 I ±0.6 0.0,1: 0.1 10 2/25198 
19 31 49 35 :I Room-2 A Closet-Ins Baseboard Intact Wood B<:ige O.OO±O.IO NEG ·0.8±06 00 ,t 0.1 10 2/25/98 
,0 31 50 35 I Room-2 C Closet-Ins Casing Intact Wood B,:ige 000 ± 0.10 NEG 02 ± 0.6 00,1:0 I 10 2125198 
I 31 51 35 Room·2 A Wall Baseboard Intact Wood B,~ige 0.01 ±O II NEG -0.2 ± 07 0.0,1: 0 I 10 2/25198 
2 31 52 35 Bath-I A Wall Wall-Paper Intact Drywall B"ige 011 ±O.IO NEG 0.4 ± 0 8 04 ,t 0.8 100 2/25198 
3 31 53 35 Bath-I B Wall Wall-Paper Intact Drywall B"ige 0.01 ± 0.31 NEG 0.0 ± 0.6 00,t03 1.1 2/25198 
4 31 54 35 Bath-I C Wall Wall-Paper Intact Drywall B,~ige 0.21 ± 0.22 NEG -01±04 0.2t 0.2 3.9 2/25198 
5 31 55 35 Bath-I 0 Wall Wall-Paper Intact Drywall BI:ige 005 ± 0.37 NEG 02 ± 0.7 0.1 ,t 0.4 25 2/25198 
S 31 56 35 Bath-I 0 Ceihng Ceihng Intact Drywall BI:ige 009 * 038 NEG -0.5 ± 0 7 0.1 ,t 0.4 38 2/25198 
7 31 57 35 Bath-I A Door Door Intact Wood BI:ige 0.00 * 0.10 NEG -06% 0.6 O.O,t 0.1 10 2/25/98 
I 31 58 35 Bath-I A Door Casmg Intact Wood BI:ige 000* 0.10 NEG -0.5 ± 0 7 0.0,10 0.1 1.0 2/25198 
I 31 59 35 Bath-I C Window Sash Intact Wood 8,eige 0.62*0.49 POS 1.8 % 0.5 1.8,1: 0.5 6.5 2125198 
I 31 60 35 Bath-I C Window Stool Intact Wood BI:ige 0.02 ± 0.11 NEG -0.6 ± 0 7 00,1: 0 I 1.0 2/25198 

31 61 35 Bath-I A Wall Wall-Rgstr Intact Metal Bdge 000±0.10 NEG -0.7± I 0 00 ,t 0 I 10 2/25198 
31 62 35 Bath-I 0 Cabin(,t Door-Out Intact Wood White 0.00 ± 0.18 NEG -06± 0.7 00 ,t 0.2 10 2/25198 
31 63 35 Bath-I 0 Cabim,t Wall-Out Intact Wood White OOO±O.IO NEG -07 ± 0.6 0.0,1:0.1 10 2125198 
31 64 35 Bath-I 0 Cabinet Ooor·lns Intact Wood White O.OO±O 10 NEG -0.1 ± 0 7 o O,t 0 I 10 2/25/98 
31 65 35 Bath-I 0 Cabin('t Floor Intact Wood White 001 ±0.25 NEG -06 ± 0 7 00:1: 0.3 10 2/25/98 

665 
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,6 31 66 35 I Bath-I 0 Cabinet Wall-Ins Intact Wood White OOO±O.IO NEG -0.3 ± 0.6 O.O±O.I 1.0 2/25/98 
,7 31 67 35 1 Room-3 A Wall-Upr Wall Intact Drywall White 0.61 ± 0.41 POS 1.8± 0.5 1.I1±0.5 10.0 2125/98 
,8 31 68 35 I Room-3 A Wall-Lwr Wall Intact Wood White 0.32 ± 0.40 NEG 0.5 ± 0.4 03±04 5.6 2/25/98 
,9 31 69 35 I Room-3 B Wall-Upr Wall Intact Drywall White 0.01 ± 0.23 NEG -0.7±0.7 00±02 10 2/25/98 
/0 31 70 35 I Room-3 B Wall-Lwr Wall Intact Wood White 014±0.10 NEG ·0.4 ± 0.7 -0.4 ± 0.7 9.6 2/25198 
71 31 71 35 1 Room-3 C Wall-Upr Wall Intact Drywall White 1.18 ± 0.84 POS 2.4 ± 0.7 2.4±0.7 10.0 2/25/98 
72 31 72 35 I Room-3 C Wall-Lwr Wall Intact Wood White O.oI ± 0.10 NEG 0.8 ± 0.4 O.O±O.I 2.3 2/25/98 
73 31 73 35 1 Room-3 D Wall-Upr Wall Intact Drywall White 0.44 ± 0.30 POS 1.7 ± 0.4 1.7 ± 0.4 10.0 2125198 
74 31 74 35 I Room-3 0 Wall-Lwr Wall Intact Wood White 033 ± 0.23 NEG 08±03 0.8 ± 0.3 10.0 2/25198 
75 31 75 35 I Room-3 0 Door Door Intact Wood Beige 0.05 ± 0.34 NEG 0.2± 0.8 0.1 ± 0.3 1.8 2/25/98 
76 31 76 35 I Room-3 0 Door Casing Intact Wood Beige 0.04 ± 0.31 NEG 0.2 ± 0.6 O.IHO 3 1.6 2125198 
77 31 77 35 I Room-3 A noor Door Intact Wood Beige 002±0.10 NEG ·0.8 ± 0.6 O.lHO I 1.0 2/25/98 
78 31 78 35 I Room-3 A Door Casing Intact Wood Beige 0.15,10 0.33 NEG -0.3,10 0 6 0:1 ± 0.3 2.9 2/25/98 
79 31 79 35 I Room-3 B Doorway Casing Intact Wood Beige 0.00,100.10 NEG -0.2,10 0.6 O.O± 0.1 10 2/25/98 
80 31 80 35 I Room-3 A Wall Chair·Rail Intact Wood Beige 055 ± 0.36 NEG 0.5 ± 0.3 0.:5 ±0.3 10.0 2/25/98 
81 31 81 35 I Room-3 A Cabinet Door-Out Intact Wood Beige 0.26 ± 0.44 NEG -0.1 ± 0.4 0.3 ± 0.4 66 2/25/98 
82 31 82 35 I Room-3 A Cabinet Door-Ins Intact Wood Beige 0.14 ± 0.30 NEG -0.2 ± 0.7 01 ± 0.3 2.5 2/25/98 
83 31 83 35 I Room-3 A Cabinet Shelf Intact Wood Beige 0.12 ± 0.22 NEG -03±0.7 0.1 ± 0.2 1.9 2/25/98 
84 31 84 35 I Room-3 A Cabinet Floor Intact Wood Beige 0.19± 025 NEG -0.5 ± 0.6 0.2 ± 0 3 2.6 2/25198 
85 31 85 3S I Room-3 A Cabinet Wall Intact Wood Beige 0.07 ± 0.30 NEG -0.4 ± 0.7 01 ± 0.3 2.1 2/25/98 
86 31 86 35 I Room-3 A Cabinet Casing Intact Wood Beige 0.31 ± 0.24 NEG 0.4 ± 0.4 03± 0.2 38 2/25/98 
87 31 87 35 I Room-3 B Wall Wall-Rgstr Intact Metal Beige 0.00,10 0.10 NEG -0.5 ± 0.9 0.0 ± 0.1 1.0 2/25/98 
88 31 88 35 I Room-3 C Wall Baseboard Intact Woo,d Beige 0.00,100.14 NEG -0.3 ± 0 6 O.O±O.I 1.0 2/25/98 
89 31 89 35 I Room-3 C Window Stool Intact Wood Beige 0.04 ± 0.28 NEG 0.1 ± 0.7 0.0 ± 0.3 3.0 2/25/98 
90 31 90 35 1 Room-3 C Window Sash Intact Wond Beige 0.20±0.19 POS 1.7± 0.4 1.'7 ± 0.4 4.2 2125/98 
91 31 91 35 I Room-3 C Wll1dow Box Intact Woo,d Beige 0.15±010 NEG -OJ ± 0.6 -03 ± 0.6 10.0 2/25/98 
92 31 92 35 I Room-3 0 Floor Floor Intact Wood Other OOO±O.IO NEG 0.2 ± 0.6 0.0 ± 0.1 1.0 2/25/98 
93 31 93 35 I Kitchen A Wall Wall-Paper Intact Drywall Beige 0.14±0.10 NEG -0.2 ± 0.7 -02±07 8.6 2/25/98 

94 31 94 35 I Kitchen B Wall Wall-Paper Intact Drywall Beige 0.05 ± 0.40 NEG 0.1 ± 0.7 0.1 ± 04 23 2/25/98 ·13 

95 31 95 35 I Kitchen C Wall Wall-Paper Intact Drywall Beige 0.05 ± OJ7 NEG 0.3 ± 0 7 0.1 ±0.4 2.5 2/25/98 
96 31 96 35 I Kitchen 0 Wall Wall·Paper Intact Drywall Beige 0.03 ± 0 30 NEG -0.4 ± 0.7 0.0 ± OJ 1.5 2/25198 
97 31 97 35 I Kitchen A Door Door Peeling Woold Beige 000 ± 0.10 NEG -OJ ± 0.6 O.O±O.I 1.0 2/25/98 
98 31 98 35 I Kitchen A Door Casing Intact Wood Beige 0.01 ± 0.10 NEG -0.4 ± 0.6 OO±O.I 1.0 2/25/98 
99 31 99 35 I Kitchen A Closet Shelf Intact Woo,d Beige 0.00 ± 0.10 NEG -0.4 ± 0.6 O.l~± 0.1 1.0 2/25/98 
100 31 100 35 I Kitchen A Closet Wall Intact Wood Beige 000 ± 0.16 NEG -0.8 ± 0.7 0.0 ± 0.2 1.0 2/25/98 
101 31 101 35 I Kitchen B Cabinet·Upr Door-Out Intact Woo,d Varnish 000 ± 0.11 NEG -05 ± 0.6 0.0 ± 0.1 1.0 2/25/98 "II 

102 31 102 3S I Kitchen B Cabinet-Upr Door-Ins Intact Woe,d Varnish O.OO±O.IO NEG 0.0 ± 0 5 OO±O.I 1.0 2/25/98 '12 
103 31 103 35 I Kitchen B Cabinet-Upr Shelf Intact Wood Varnish O.OO± 010 NEG -0.1 ±0.7 O.O±O.I 1.0 2/25/98 
104 31 104 35 I Kitchen B Cabinet-Upr Wall Intact Wood Varnish 001±012 NEG -0.1 ±0.7 O.lO± 0 I 1.0 2/25/98 
lOS 31 105 35 I Kitchen B Cabinet-Lwr Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG 0.1 ±06 O.IO±O.\ 1.0 2/25/98 
106 31 106 35 I Kitchen B Cabinet-Lwr Floor Intact Woed Varnish 0.09 ± 0 10 NEG -0.3 ± 0.5 -03 ± 0.5 10.0 2/25/98 
107 31 107 35 I Kitchen B Cabi~let-Lwr Shelf Intact Wood Varnish 0.00 ± 0.17 NEG -0.6 ± 0.6 00,10 0.2 1.0 2125198 
108 31 108 35 I Kitchen B Cabinet-Lwr Door-Ins Intact Wood Varnish 0.00 ± 0.10 NEG -0.3± 0.6 O.O±O.I 1.0 2/25/98 
109 31 109 35 1 Kitcben C Window Sash Intact Wou,d Beige 0.60 ± 0.20 POS 1.8 ± 0.5 t.:s ± 0.5 2.8 2125198 
110 31 110 35 1 Kitcben C Window Stool Intact Wou,d Beige 1.60± 2.68 POS 6.6±2.0 6.,6 ± 2.0 7.4 2125198 
III 31 \II 35 I Kitcben 0 Cabinet-Upr Trim-Upr Intact Wood Varnish OOO±O.lO NEG -1.0 ± 0.6 0.0,10 0.1 10 2/25198 
112 31 112 35 I Kitchen 0 Ceiling Ceiling Intact Drywall White 001 ±0.29 NEG -0.4 ± 0.8 0.0 ± 0.3 II 2/25/98 

113 31 113 35 I Kitchen B Wall Baseboard Intact Wood Beige 0.00 ± 010 NEG -0.1 ± 0.6 O.IO±O.I 1.0 2/25/98 

114 31 114 35 1 Hall-I A Wall Wall-Paper Iotact DrY"'all Beige U5± 0.77 POS 1.5±0.5 1.5 ± 0.5 9.0 2125/98 
115 31 \15 35 I Hall· I B Wall Wall-Paper Intact Drywall Beige 0.03 ± 0.26 NEG -0.3 ± 0.6 010 ± 0.3 1.5 2/25/98 
116 31 116 35 I Hall-I 0 Wall Wall-Paper Intact Drywall Beige 0.02 ± 0.14 NEG 03 ± 0.6 O!D± 0.1 1.0 2/25/98 

I !7 31 117 35 I Hall-I A Door Door Intact Wood Beige 008 ± 0.40 NEG -0.3 ± 0 7 0.1 ± 0.4 2.4 2/25/98 
1\8 31 1\8 35 I Hall-\ A Door Jamb Peeling Wood Beige 0.03 ± 0 42 NEG ·0.5 ± 0.7 0.0 ± 0.4 17 2/25/98 
119 31 119 35 I Hall-I B Door Door Peeling Wood Beige 011 ± OJ2 NEG ·0.4 ± 0.6 01 ± 0.3 2.7 2/25/98 
120 31 120 35 I Hall-I B Door CaslDg Intact Wood Beige OOO±O.IO NEG -0.1 ± 0.7 OO± 0.1 1.0 2/25/98 
121 31 121 35 I Hall-I 0 Door Door Intact Wood Beige 0.98 ± 0.27 NEG 0.9 ± 0.4 110 ± 0 3 3 I 2/25/98 
122 31 122 35 I Hall-I 0 Door Casing Intact Wood Beige 006 ± 0.30 NEG 0.0 ± 0.7 0.1 ± 0.3 18 2/25/98 
123 31 123 35 1 Hall-I D Wall Baseboard lotact Would Beige 1.00± 0.35 POS 1.9 ± 0.5 1.0 ± 0.4 4.3 2125/98 
124 31 124 35 I Shutter Cal-I Caliibrate Calibrate O.OO± 0.00 O.O± 0.0 0.0 ± 0.0 0.0 2/25/98 
125 31 125 35 I Calibrate-I Caliibrate Calibrate 0.99 ± 0.13 NEG 0.8 ± 0.4 10 ± 0.1 1.0 2/25/98 
126 31 126 35 1 Calibrate-2 Calibrate Calibrate 1.08 ± 0.23 POS 0.5±0.4 1.1 ± 0.2 2.2 2125/98 
127 31 127 35 I Shutter Cal-I Cal:ibrate Calibrate 0.00 ± 000 o O± 0.0 0.0 ± 0.0 00 2/25/98 
128 31 128 35 1 Calibrate-I Calibrate Calibrate 1.08 ± 0.14 POS 0.8±0.4 l.l ± 0.1 l.l 2125/98 
129 31 129 35 1 Calibrate-2 Calibrate Calibrate 1.16 ± 0.25 POS 0.2 ± 0.5 1.2 ± 0.3 2.3 2125/98 
130 31 130 35 I Calibrate-3 Call1brate Calibrate 0.96 ± 0.21 NEG 05 ± 0.4 1.0± 0.2 2.1 2/25/98 

Hall-2 C Wall Wall Intact Drywall Beige 001 ± 0.20 NEG 03 ± 0.5 00±02 1.7 2/25/98 
'\l~1I Elec-Panel Intact Met!l Gray 001±010 NEG 0.3 ± 0.8 OO±O.I 10 2/25/98 

Wond Beige OOO±O.IO NEG -0.5 ± 0.6 OO±O.I </25/98 
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134 31 134 35 I Hall·2 A Door Casing Intact Wood Beige O.OO± 010 NEG ·03 ± 06 0.0 ± 0 I 1.0 2/25198 
135 31 135 35 I Hall·2 B Door Door Intact Wood Beige 00\±013 NEG ·10 ± 07 00±01 \ 0 2/25198 
136 31 136 35 I Hall·2 B Door Casing Intact Wood Beige 0.00 ± 0 10 NEG 0.2 ± 05 00±01 10 2/25/98 
\37 31 137 35 I Hall·2 C Wall Baseboard Intact Wood Beige 0.00 ± 0.10 NEG ·02 ± 0 6 OO± 0.1 1.0 2/25198 
138 31 138 35 I Hall-2 D Door Jamb Intact Wood Beige O.OO±O.IO NEG 0.0 ± 0.6 0.0 ± 0.1 i.0 2/25198 
\39 31 139 35 1 Hall·2 A Closet Closet·Wall Intact Drywall Beige 0.01 ± 0.11 NEG 03 ± 0.4 O.O± 0.1 1.2 2125198 
140 31 140 35 I Hall-2 B Closet Closet·Wall Intact Drywall Beige 0.01 ±020 NEG ·02 ± 07 00 ± 0.2 1.0 2/25198 
141 31 141 35 I Hall·2 D Closet Closet·Wall Intact Drywall Beige 001 ± 0.20 NEG ·0.1 ± 0.6 0.0 ± 02 10 2125198 
142 31 142 35 I Hall-2 A Closet Elec·Panel Intact Metal Gray 0.01 ± 0.10 INCOM 0.5 ± 0.9 O.O±O I 1.0 2/25198 
143 31 143 35 I Hall-2 A Closet Elec-Panel Intact Metal Gray 0.01 ± 0.10 NEG OJ ± 0.8 O.O±O.I 1.0 2/25198 
144 31 144 35 I Hall·2 A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.1 ± 0 6 00±01 10 2/25198 
145 31 145 35 I Hall-2 A Closet Baseboard Intact Wood Beige 0.00 ± 0.14 NEG -0.4 ± 0.7 O.O±O.I 10 2/25198 
146 31 146 35 I Hall·2 C Closet Closet-Door Intact Wood Beige OOO±O 10 NEG -0.6 ± 0.7 O.O±O.I 1.0 2/25198 
147 31 147 35 I Hall-2 C Closet Door Jamb Intact Wood Beige 0.01 ± 0.12 NEG -0.2 ± 0 7 O.O±O.I 1.0 2/25198 
148 31 148 35 I lIall-3 A Wall Wall Intact Drywall Beige 1.67 * 1.38 POS 2.4:1: 0.7 2_4 * 0_7 8.5 2125/98 
149 31 149 35 I Hall·3 B Wall Wall Intact Drywall Beige 0.91 ± 0.70 INCOM 2.0± 1.0 2.0± 1.0 10.0 2/25198 
ISO 31 ISO 35 I Hall·3 B Wall Wall Intact Drywall Beige 097±0.79 INCOM 1.3± I I 13±1.l 100 2125198 
151 31 151 35 I lIall-3 B Wall Wall Intact Drywall Beige 1.78:1: 1.36 POS 2.8:1: 0.9 2.8:1:0.9 10.0 2125/98 
152 31 152 35 I lIall·3 C Wall Wall Intact Drywall Beige 1.73*1.19 POS 1.6:1: O.S 1.6± 0.5 10.0 2125/98 
153 31 153 35 I lIall-3 D Wall Wall Intact Drywall Beige 1.68:1: 1.15 POS 1.6:1: 0.5 1.6 * 0.5 10.0 2125198 
154 31 154 35 I lIall-3 D Wall-Lwr Wall Intact Wood Beige 1.10:1: 0.74 POS 0.7:1: 0.4 1.1 ± 0.7 10.0 2125198 
ISS 31 ISS 35 I Hall-3 A Wall·Lwr Wall Intact Wood Beige 0.64 ± 0.48 NEG 0.7 ± 0.4 06 ± 0.5 6.6 2/25198 
156 31 156 3S I Hall·3 C Wall-Lwr Wall Intact Wood Beige 0.87 ± 0.53 NEG 0.8 ± 0.3 0.8 ± 0.3 9.7 2/25198 
157 31 157 35 I Hall-3 C Wall Chair· Rail Intact Wood Beige 0.87 ± 0.59 NEG 0.7 ± 0.5 0.9± 0.6 73 2/25198 
158 31 158 35 1 Hall·3 0 Wall Wall-Rgstr Intact Metal Beige 0.11 ±O.lO NEG 0.4 ± 0 6 0.1 ±O.l 22 2/25198 
159 31 159 35 I Hall·3 0 Floor Floor Intact Wood Varnish 0.02 ± 0.10 NEG ·0 I>. 0.7 0.0±0.1 1.0 2125198 
160 31 160 35 I Hall·3 0 Door Door Intact Wood Beige 0.06 ± 0.31 NEG -0.1 ± 07 01±03 3.7 2/25198 
161 31 161 35 I Hall·3 0 Door Casing Intact Wood Beige 0.13 ± 0.38 NEG 0.1 ± 0.6 01±04 2.6 2/25198 +15 
162 31 162 35 1 Hall-3 A Door Jamb Intact Wood Beige 0.32 ± 0.24 NEG 00 ± 0.4 0.3 ± 0 2 3.8 2125198 
163 31 163 35 1 Hall·3 B Closet Door Intact Wood Beige 008 ± 0.22 NEG OJ ± 0.7 0.1 ±0.2 1.7 2/25/98 
164 31 164 35 I Hall-3 B Closet Casing Intact Wood Beige 0.10 ± 0.38 NEG ·0.8 ± 0.7 01 ± 0.4 2.4 2125198 
165 31 165 35 1 lIall-3 B Closet Shelf Intact Wood Beige 1.72 ± 0.67 POS 1.3 ± 0.6 1.7 * 0.7 5.3 2/25/98 
166 31 166 35 I lIall-3 A Closet Wall Intacl Wood Beige 1.95 * 0.94 POS 1.3:1: 0.6 2.0:1:0.9 6.9 2125198 
167 31 167 35 I lIall-3 B Closet Wall Intact Drywall Beige 2.67:1: 1.58 POS 2.3 ± 0.6 2.3 * 0.6 8.9 2125/98 
168 31 168 35 I lIall-3 C Closet Wall Intact Drywall Beige 1.21 * 1.73 POS 4.6:1: 1.7 4.6:1: 1.7 4.5 2125198 
169 31 169 35 1 Hall·3 C Closet Baseboard Intact Wood Beige 0.03±0.10 NEG -0.5 ± 0.7 O.O±O.I 10 2/25198 
170 31 170 35 1 Hall·3 0 Door Door Intact Wood Beige 0.03 ± 010 INCOM -04 ± 0.9 O.O±O I 10 2125198 
171 31 171 35 I Hall·3 0 Door Door Intact Wood Beige 003 ± 011 NEG 02±06 OO±O.I 10 2125198 
172 31 172 35 1 Hall·3 0 Door Casmg Intact Wood Beige 010 ± 0.39 NEG -03±06 01±0.4 25 2/25/98 
173 31 173 35 1 Porch·1 A Porch Columns Fair Wood White 000±01O NEG -06 ± 06 00±01 1.0 2125198 
174 31 174 35 I Porcb-I B Wall Wall Fair Wood White »5.0* 1.00 POS 9.5:1: 2.6 9.5± 2.6 3.9 2125/98 
175 31 175 35 1 Porcb-I B Door-l Door Peeling Wood White »5.0:1: 1.00 POS 15.0 * 2.9 15.0 ±2.9 3.7 2/25198 
176 31 176 35 1 Porcb-] B Door-2 Door Peeling Wood White »5.0:1: 1.00 POS 13.3 ± 2.6 13.3 ± 2.6 1.6 2125/98 
177 31 177 35 1 Porcb-l B Door-3 Door Peeling Wood White »5.0:1: 1.00 POS n.3 ± 2.4 12.3:1: 2.4 1.6 2/25198 
l78 31 178 35 I Porcb-l C Porcb-3 Columns-Rht Peeling Wood White 0.69:1: 1.58 POS 6.5± 1.9 6.5 ± 1.9 6.1 2125198 
',79 31 179 35 1 Porcb-] D Porch-3 Columns-Lft Peeling Wood White »5.0:1: 1.00 POS 25.6:1: 3.4 25.6:1:3.4 3.0 2125198 
80 31 180 35 I Porch-I 0 Door Door Intact Wood Green 0.12±0.10 NEG -0.2 ± 06 -0.2 ± 0.6 10.0 2/25198 
81 31 181 35 1 Porcb·1 B Door-l Door Peeling Wood Gray 0.76:1: 0.16 POS 1.3:1: 0.3 1.3 ±0.3 2.6 2125198 
82 31 182 35 I Porcb-2 A Porch Columns Peeling Wood While »5.0:1: 1.00 POS 20.0:1: 3.1 20.0± 3.1 4.3 2125/98 
83 31 183 35 I Porcb-2 A Door Jamb Peeling Wood White »5.0± 1.00 POS 22.4:1: 3.4 22.4 * 3.4 3.2 2125/98 
84 31 184 35 1 Porcb-2 B Wan Wall Peeling Wood White 3.91 ± 2.18 POS 6.6:1: 2.2 6.6:1:2.2 5.5 2125/98 
85 31 185 35 1 Porch·2 C Wall Wall Peeling Wood White OOO±O 10 NEG -07 ± 07 OO± 0.1 1.0 2125198 
~6 31 186 35 1 Porch-2 D Wan Wan Peeling Wood While 3.47 ± 2.63 POS 7.4 ± 2.1 7.4 ± 2.1 3.9 2/25/98 
17 31 187 35 1 Porcb-2 D Door Casing Peeling Wood Wbite »5.0:1: 1.00 POS 17.9 ± 2.9 17.9*2.9 4.6 2125/98 
18 31 188 35 1 Porch·2 C Closet Door Peeling Wood White 0.00 ± 0.10 NEG ·1.0 ± 0.6 0.0±0.1 1.0 2125/98 
19 31 189 35 I Porch·2 C Closet Casing Intact Wood White 000 ± 0.10 NEG -03 ± 07 00 ± 0.1 10 2/25198 
'0 31 190 35 1 Porch·2 A Closet Wall Intact Drywall White 0.00 ± 0.15 NEG 01±O6 00±02 10 2125/98 
'I 31 191 35 I Porch·2 B Closet Wall Intact Drywall White 001±0.10 NEG 0.5 ± 0.4 0.0 ± 0.1 10 2125198 
2 31 192 35 I Porch·2 C Closet Wall Intact Drywall White 001±021 NEG ·1 I ± 0 7 00±02 10 2/25198 
3 31 193 3S I Porch-2 0 Closet Wall Intact Drywall White 0.01 ±O 13 NEG ·03 ± 06 OO± 0.1 10 2125198 
4 31 194 35 1 Porch·2 A Door Door Intact Wood White 002 ± 0.12 NEG -0.5 ± 06 OO± 0.1 1.0 2125198 
5 31 195 35 I Porch-2 A Door Casing Intact Wood While 000±0.10 NEG ·02 ± 0 7 00±0.1 1.0 2/25198 
) 31 196 35 I Porch-2 B Door Baseboard Intact Wood White DOl ±0.10 NEG -0.1 ± 07 00±01 10 2/25198 
7 31 197 35 I Porch-2 C Door Elec·Panel Inlact Metal White 002±0.10 NEG 03,1 07 O.O±O.I 10 2125198 
1 31 198 35 I Outside A House Wall Intact Wood White 017±010 NEG 01 ± 0 8 01 ± 0.8 100 2125198 

31 199 35 I Outside C House Wall Intact Wood While 0.00 ± 010 NEG -0.4 ± 08 O.O±O 1 10 2/25/98 
31 200 35 I Outside 0 House Wall Inlact Wood White 001 ±021 NEG 00±08 00 ± 0.2 II 2125198 
31 201 35 I Outside 0 House Downspout Intact Metal While 008 ± 010 NEG -0.1 ± 0.8 ·0 I ± 0 8 10.0 2/25198 

667 
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02 31 202 35 1 Outside D Porch-I Columns Intact Wood White 0.92 * \.89 POS 6.3 * 2.0 6.3*2.0 4.9 2/25/98 
,03 31 203 35 1 Outside D Porch-I Trim Peeling Wood Green »5.0* 1.00 POS 25.8 * 3.4 25.8 * 3.4 5.0 2/25/98 

!04 31 204 35 I Outside 0 Porch·1 Door P'eeling Wood Green 0.05 ± 0.38 NEG -0.6± 0.6 0.1 ± 0 4 2.7 2/25/98 

105 31 205 35 } Outside D Porch-} Door Jamb Peeling Wood Green »5.0* 1.00 POS 16.6 * 2.8 16.6 * 2.8 1.8 2/25198 

W6 31 206 35 I Outside 0 Porch· 1 Threshold Peeling Concrte Gray 002±0.10 NEG ·1.4 ± 0.9 0.0 ± 0.1 10 2/25198 

107 31 207 35 I Outside A Window Sash-Ext Peeling Wood Green »5.0 * 1.00 POS 7.6 * 2.1 7.6* 2.1 2.1 2/25198 

W8 31 208 35 I Outside A Porch-2 Floor Peeling Wood Gray 0.55 ± 0.20 NEG 0.4 ± 0.4 0.6 ± 0.2 2.8 2/25198 

209 31 209 35 I Outside A Porch-2 Columns Peeling Wood White »5.0* 1.00 POS 24.7*3.4 24.7 * 3.4 7.2 2125198 

210 31 210 35 I Outside A Porch-2 Columns Peeling Wood Green »5.0* 1.00 POS 26.5*3.5 26.5* 3.5 5.7 2125198 

211 31 211 35 I Outside B Wall Wan Fair Wood White 0.01±0.17 NEG -0.1 ± 0 8 O.O± 0.2 10 2/25198 

212 31 212 35 I Outside B Wall Downspout Fair Wood White 0.01 ± 0.15 NEG -0.1 ± 0.9 0.0 ± 0.2 1.0 2/25/98 

213 31 213 35 1 Outside B Window Sash-Ext Peeling Wood Green 1.52 * 0.44 POS 2.0*0.7 1.5 * 0.4 2.2 2125/98 

214 31 214 35 1 Outside B Window Casing Peeling Wood White »5.0* 1.00 POS 28.9:1: 3.5 28.9 * 3.5 10.0 2125198 

215 31 215 35 1 Outside A A>vning Awning Peeling Metal White 2.40* 1.32 POS 3.7:1: 1.2 3.7 * 1.2 4.1 2125198 

216 31 216 35 I Outside A Garage Door lntact Vmyl White O.OO± 0.10 NEG -0.6 ± 0.6 O.O±O.I 1.0 2/25/98 

217 31 217 35 I Outside A Garage-Door Casing-Rht Peeling Wood White 0.01 ± 0.10 NEG 0.3 ± 0.6 OO±O.I 1.0 2/25/98 

218 31 218 35 1 Outside A Garage-DoOl~ Casing-Lft Peeling Wood White 2.00:1: 1.64 POS 11.9:1: 2.7 11.9:1: 2.7 3.3 2/25/98 

219 31 219 35 I Outside A Door Jamb Peeling Metal White 0.00±0.10 NEG 1.0 ± 0.4 O.O±O.I 1.0 2/25/98 

220 31 220 35 I Outside A Wall Downspout Peeling Metal White 0.02±0.10 NEG 0.3 ± 0.3 0.0:1:0.1 1.4 2/25/98 

221 31 221 35 2 Room-l A Wall-Upr Wall Peeling Drywall Beige 1.44:1: 1.00 POS 2.4 ± 0.6 2.4:1:0.6 10.0 2/25198 

212 31 222 35 2 Room-l A Wall-Lwr Wall Peeling Wood Beige 1.26:1: 0.75 POS 1.0:1:0.5 1.0:1: 0.5 8.4 2125198 

223 31 223 35 2 Room-l B Wall-Upr Wall Peeling Drywall Beige 1.68:1: 1.15 POS 2.1 :1:0.5 2.1 :1:0.5 10.0 2125198 

224 31 224 35 2 Room-l B Wall-Lwr Wall Peeling Wood Beige 1.09 :1:0.54 POS 0.9 :1:0.4 1.1:1: 0.5 6.4 2/25198 

225 31 225 35 2 Room-I C Wall-Upr Wall Peeling Drywall Beige 001 ±0.10 NEG -0.4 ± 0 7 0.0 ± 0.1 1.4 2/25/98 

226 31 226 35 2 Room-I C Wall-L"r Wall Peeling Wood Beige 1.02 :1:0.69 POS 1.4:1: 0.4 1.4:1: 0.4 10.0 2125/98 

227 31 227 35 2 Room-l C Wall-Lwr Wall-Rgstr Intact Metal Beige 1.30:1:0.72 POS 1.8:1:0.6 1.8 * 0.6 8.5 2125/98 

228 31 228 35 2 Room-l D Wall-Upr Wall Peeling Drywall Beige 1.36:1: 1.24 POS 2.8:1: 0.9 2.8:1:0.9 6.9 2/25/98 

229 31 229 35 2 Room-l D Wall-Lwr Wall Peeling Wood Beige 1.25:1: 0.85 POS 1.8:1: 0.5 1.8:1: 0.5 10.0 2125/98 

230 31 230 35 2 Room-I D Floor Floor Intact Drywall Other OOO±O.IO NEG -06±0.7 O.O±O.I 1.0 2/25/98 

231 31 231 35 2 Room-I 0 Wall Baseboard I:ntact Wood Beige 0.09 ± 0.28 NEG O.O± 0.7 0.1 ± 0.3 20 2/25/98 

232 31 232 35 2 Room-I A Wall Chair-Rail Ilntact Wood Beige 0.91 ± 0.55 NEG 1.1 ± 05 0.9 ± 0.6 6.7 2/25/98 

233 31 233 35 2 Room-l A Window Sash Intact Wood Beige 0.29 :1:0.13 POS 1.5:1: 0.3 1.5:1: 0.3 3.4 2125198 

234 31 234 35 2 Room-I A Window Casing llntact Wood Beige 0.16 ± 0.28 NEG -0.3 ± 0.6 02 ± 0.3 2.7 2/25/98 

235 31 235 35 2 Room-I B Door Door Peeling Wood Beige 0.11 ± 0 31 NEG -0.4 ± 0.6 01±03 24 2/25/98 

236 31 236 35 2 Room-I B Door Casing Peeling Wood Beige 007 ± 0.21 NEG -0.1 ± 0.7 0.1 ±0.2 J.7 2/25/98 

237 31 237 35 2 Room-I C Closet Ooor Peeling Wood Beige 005 ± 0.28 NEG -0.4 ± 0 6 o I ± 0.3 1.8 2/25/98 

238 31 238 35 2 Room-I C Closet Casmg Peeling Wood Beige 0.08 ± 0 28 NEG -05 ± 0 6 01 ± 0.3 2.3 2/25/98 

239 31 239 35 2 Room-l D Closet Wall Peeling Drywall Beige 2.50:1:3.60 POS 3.8:1: 1.1 3.8:1: 1.1 9.7 2/25198 

240 31 240 35 2 Room-l C Closet Wall Peeling Drywall Beige 2.24:1: 1.31 POS 2.5:1:0.7 2.5:1: 0.7 8.2 2125/98 

241 31 241 35 2 Room-l B Closet Wall Peeling Drywall Beige 2.33:1: 1.19 POS 2.0:1:0.6 2.0:1:0.6 9.0 2125198 

242 31 242 35 2 Room-I B Closet Shelf Peeling Drywall Beige 0.54 ± 0.24 NEG 0.4 ± 0.4 0.5 ± 0.2 3.4 2125/98 

243 31 243 35 2 Room-I A Closet Door Peeling Wood Beige 0.05 ± 0.42 NEG -0.3 ± 0.6 0.1 ±0.4 2.0 2125/98 

244 31 244 35 2 Room-I A Closet Casing Peeling Wood Beige 0.05 ± 0.10 NEG 0.0 ± 0.7 0.1 ± 0.1 1.0 2125/98 

245 31 245 35 2 Room-I A Closet Baseboard Iintact Wood Beige 0.04 ± 0.11 NEG 0.1 ±0.6 0.0:1:0.1 1.2 2/25/98 

246 31 246 35 2 Room-l D Closet-2 Wall Intact Wood Beige 2.17:1: 1.50 POS 4.1:1: 1.2 4.1:1: 1.2 5.1 2125198 

247 31 247 35 2 Room-l C CII~set-2 Wall Intact Wood Beige 1.13:1: 1.60 POS 4.4:1: 1.5 4.4:1: 1.5 4.3 2125198 

248 31 248 35 2 Room-l B CII~set-2 Wall Intact Wood Beige 2.73 :1:3.37 POS 2.6 ± 0.8 2.6:1:0.8 8.1 2125/98 

249 31 249 35 2 Room-I B Closet·2 Baseboard Iintact Wood Beige 006±0.10 NEG 01 ± 0.4 0.1 ±O.I 1.8 2/25/98 

250 31 250 35 2 Room-1 B Closet-2 Shelf Iintact Wood Beige 001 ±0.20 NEG 0.3 ± 0 4 0.0 ± 0.2 1.4 2/25198 

251 31 251 35 2 Room-I A Closet-2 Door Fair Wood Beige 0.08 ± 0.22 NEG -0.2 ± 0.5 01±02 2.4 2/25198 

252 31 252 35 2 Room-I A Closet-2 Casmg Fair Wood Beige 0.03 ± 0.10 NEG -0.6 ± 0.7 O.O±O.I 10 2/25198 

251 31 253 35 2 Shutter Cal-I Ca!ilbrate Cahbrate 000 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 2/25/98 

254 31 254 35 2 Calibrate-l Cal,ibrate Calibrate 1.14 ± 0.15 POS 0.1:1: 0.5 1.1:1: 0.2 1.1 2125/98 

255 31 255 35 2 Calibrate-2 Calibrate Calibrate 1.07:1: 0.14 POS 1.1 :I: 0.4 1.1 :I: 0.1 1.1 2125/98 

256 31 256 35 2 Calibrate-3 Cal'ibrate Calibrate 1.14:1: 0.24 POS 0.9:1: 0.4 1.1 :I: 0.2 2.3 2n5198 

257 31 257 35 2 Calibrate-4 Callibrate Calibrate 0.95 ± 0.21 NEG 0.6 ± 0 5 10±02 2 I 2/25/98 

258 31 I 35 2 Shutter Cal-I Ca'librate Cahbrate 000 ± 0.00 OO±OO O.O± 0 0 0.0 2/26/98 

259 31 2 35 2 Calibrate CaHbrate Calibrate 0.98:1: 0.11 POS 0.7:1:0.5 1.0:1: 0.2 1.0 2126/98 

260 31 3 35 2 Calibrate Calibrate Calibrate 1.01:1: 0.22 POS 0.2:1:0.5 \.0:1: 0.2 2.2 2126198 

261 31 4 35 2 Room-2 A Wall-Upr Wall Fair Drywall Beige 1.39:1: 0.99 POS 2.6:1: 0.8 2.6:1:0.8 10.0 2n6198 

262 31 5 35 2 Room-2 A Wall-Lwr Wall Fair Wood Beige 0.44 ± 0 49 NEG 03±05 04 ± 0.4 6.8 2/26/98 

263 31 6 35 2 Room-2 B Wall-Lwr Wall Fair Drywall Beige 2.37:1: 2.06 POS 2.9:1: 1.0 2.9:1: \.0 9.5 2126/98 

264 31 7 35 2 Room-2 B Wall-Lwr Wall Fair Wood Beige 0.65 ± 0.41 NEG 0.3 ± 0 3 0.3 ± 0.4 10.0 2/26/98 

265 31 8 35 2 Room-2 C Wall-Upr Wall Fair Drywall Beige 1.36:1: 0.68 POS 1.4:1: 0.6 1.4:1: 0.6 7.4 2n6/98 

266 31 9 35 2 Room-2 C Wall-Lwr Wall Fair Wood Beige 078 ± 0 49 NEG 05±03 05 ± 0.2 10.0 2/26/98 
Room-2 D Wall-Upr Wall Fair Drywall Beige 1.64:1: 0.84 POS 1.9:1: 0.6 1.9:1: 0.6 8.5 2/26/98 *14 

."'~II r ....... Wall Fair Wood Beige 1.32:1: 0.89 POS 1.1:1: 0.5 1.1:1: 0.4 9.3 2/26/98 
"r ....... A R,pjpe 084±0.51 NEG 0.7 ± 05 08 ± 0.6 2/26/98 
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270 31 13 35 2 Room-2 A Window Stool Fair Wood Beige 4.S0,t 1.60 POS 2.4 ± 2.6 4.5,~ 1.6 7.4 2126/98 
271 31 14 35 2 Room-2 A Window Sash Fair Wood Beige 1.46,t, 0.61 POS 3.4 ± 1.2 3.4,~ 1.2 2.5 2126/98 
272 31 IS 35 2 ROORl-2 C Door Door Fair Wood Beige 1.22,t, 0.30 POS 0.9 ± 0.5 1.2 ,i 0.4 3.0 2/26/98 
273 31 16 35 2 ROORl-2 C Door Casing Fair Wood Beige 1.10,t, 0.24 POS 0.6±0.5 1.1 ,i 0.2 2.3 2126/98 
274 31 17 35 2 Room-2 C Closet Door Fair Wood Beige 003 ± 0.44 NEG -0.6 ± 0.8 0.0 ,i 0 4 1.6 2/26/98 
275 31 18 35 2 Roonl-2 C Closet Casing Fair Wood Beige 1.36,t, 0.37 POS 1.5 ± 0.6 1.4:i 0.4 2.9 2/26/98 
276 31 19 35 2 Room-2 C Closet Shelf Fair Wood Beige ooo±o 10 NEG -0.1 ±08 00,.0.2 1.0 2/26/98 
277 31 20 35 2 ROORl-2 C Closet Wall Fair Wood Beige 2.16,t, 1.13 POS 1.7 ± 0.7 2.2:~ 1.2 7.4 2126/98 
278 31 21 35 2 Room-2 B Closet Wall Fair Wood Beige 2.38;1:,1.31 POS 1.7 ± 0.8 1.7 ,i 0.8 8.2 2126/98 
279 31 22 35 2 Room-2 D Closet Wall Fair Wood Beige 1.80;1:,0.82 POS 1.9 ± 0.6 1.8,~ 0.8 7.9 2/26/98 
280 31 23 35 2 Room-2 D Closet Casing Fair Wood Beige 0.15;1:,0.32 POS 2.5±0.8 2.5,~ 0.8 4.1 2126/98 
281 31 24 35 2 RooDl-2 A Closet Door Fair Wood Beige 1.43::1: 0.42 POS 1.3:!: 0.7 1.4:~ 0.4 2.9 2126/98 
282 31 25 35 2 Room-2 C Wall WIIIl-Rgstl' Fair Metal Beige 0.72 ±. 0.40 NEG 0.9 ± 0 4 0.9 ,t 0.4 97 2/26/98 
283 31 26 35 2 ROORl-2 C Wall Ba!ieboardl Fair Wood Beige 1.08;1:,0.32 POS 1.3:1: 0.5 1.1,~ 0.4 3.4 2126/98 
284 31 27 35 2 Room-2 C Floor Floor Fair Wood Varnish 0.00 ± 0.\0 NEG -03 ± 0 6 0.0 ,t 0.2 13 2126/98 
285 31 28 35 2 Room-3 A Wall-Upr Wall Fair Drywall Beige 0.01 ± 0.15 NEG 0.2 ± 0 9 0.0 ,t 0.2 1.0 2/26/98 
286 31 29 35 2 Room-3 B Wall-Upr Wall Fair ]I>rywall Beige 0.27;1:,0.22 POS 2.3:1:0.6 2.3:~ 0.6 10.0 2126/98 
287 31 30 35 2 ROODl-3 C Wall-Upr Wall Fair Il>rywall Beige 0.08;1:,0.20 POS 1.6:1: 0.4 1.6:~ 0.4 5.4 2126/98 
288 31 31 35 2 Room-3 D Wall-Upr Wall Fair Drywall Beige 0.02± 0.\0 NEG -\.I ± 0.9 0.0 ,t 0.2 3.6 2/26/98 
289 31 32 35 2 Room-3 D Wall-Lwr Wall Fair Wood Beige 002 ± 0.33 NEG 0.2 ± 0.8 00,.0.4 12 2/26/98 
290 31 33 35 2 Room-3 C Wall-Lwr Wall Fair Wood Beige O.IH 0.10 NEG -0.3 ± 0 9 0.\ ,t 0 2 8.0 2/26/98 
291 31 34 35 2 Room-3 B Wall-Lwr Wall Fair Wood Beige 0.12±0.10 NEG -0.5 ± 0.6 -0.5 ,t 0.6 \0.0 2/26/98 
292 31 35 35 2 Room-3 A Wall-Lwr Wall Fair Wood Beige 0.14± 0.10 NEG -0.2;1: 0.6 -0.2t 0.6 10.0 2126/98 
293 31 36 35 2 Room-3 A Wall Chair-Rail Fair Wood Beige 000;1: O. \0 NEG -0.6 ± 0.7 0.0 ,t 0.2 1.0 2/26/98 
294 31 37 35 2 Room-3 A Wall Ba!ieboardl Fair Wood Beige 1.10;1:,0.32 POS 1.1 ± 0.5 I.l,~ 0.4 3.4 2126/98 ~12 

295 31 38 35 2 RooDl-3 D Window Sash Fair Wood Beige 2.42 "', 0.89 POS 4.5 ± 1.4 2.4 ,i 0.8 2.8 2126/98 
296 31 39 35 2 Roonl-3 D Window Stool Fair Wood Beige 0.19"',0.57 POS 4.7:1: 1.6 4.7:i 1.6 2.5 2/26/98 
297 31 40 35 2 Room-3 A Door-I Door Fan Wood Beige 0.82 ± 020 NEG 1.0 ± 0.5 0.8,.02 22 2/26/98 
298 31 41 35 2 Room-3 A Door-I Casing Fair Wood Beige 1.18;1:,0.25 POS 1.0:1: O.S 1.2 ,i 0.2 2.3 2126/98 
299 31 42 35 2 Room-3 A Closet I-Ins Wall Fair I[)rywall Beige »5.0:1,1.00 POS 4.8:1:2.8 4.8:~ 2.8 10.0 2126/98 
300 31 43 35 2 Rooml-3 B Closet I-Ins Wall Fair Wood Beige 4.04;1:,2.06 POS 3.6:1: l.l 3.6:i 1.2 10.0 2/26/98 
301 31 44 35 2 Room-3 D Closet I-Ins Wall Fair Wood Beige 3.03 ;1:,3.07 POS 2.9:1: 1.0 2.9:~ 1.0 7.7 2/26/98 ~13 

302 31 45 35 2 Room-3 D Closet I-Ins Ba!leboard Fair Wood Beige 2.35;1:,0.71 POS 3.0:1: 1.1 2.4:~ 0.8 2.1 2/26/98 *11 
303 31 46 35 2 Room-3 C Closet I-Ins Door Casini~ Fair Wood Beige o 03± 0.10 NEG -0.6'" 0 9 00,.02 1.0 2/26/98 
304 31 47 35 2 Room-3 C Closet I-Ins Door Fair Wood Beige 1.23;1:,0.26 POS 0.8:1:0.5 1.2:~ 0.2 2.3 2126/98 *10 
305 31 48 35 2 Room-3 C Closet I-Ins Shelf Fair Wood Beige 0.58 ±. 0.43 NEG 0.0 ± 0 6 OO,t 0.6 4.2 2/26/98 
306 31 49 35 2 Room-3 C Wall Wacil-Rgstr Fair Metal Beige 0.02 ± 0.24 NEG 0.0 ± 0.9 00 ,t 0.2 1.5 2/26/98 
307 31 50 35 2 Room-3 B Door-2 Door Fair Wood Beige OOO±O.IO NEG -0.2 ± 0.7 0.0 ,t 0.2 1.0 2/26/98 
308 31 51 35 2 Room-3 B Door-2 Casing Fair Wood Beige 1.01 ;1:,0.24 POS 0.9:1: 0.5 1.0:~ 0.2 2.4 2126/98 
309 31 52 35 2 Shutter Cal-I Calibrate Calibrate 000 ±. 0.00 O.O± 0.0 OO,tOO 00 2/26/98 
310 31 53 35 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0 0 O.Ot 0.0 0.0 2/26/98 
311 31 54 35 2 Calibrate Calibrate Callibrate 1.10;1:,0.14 POS 0.4:1:0.5 I.l,~ 0.2 I.l 2126/98 
312 31 55 35 2 Calibrate Calibrate Callibrate 1.28;1:,0.28 POS 0.5:1:0.5 1.3 ,~0.2 2.6 2126/98 
313 31 56 35 2 Calibrate-3 Calibrate Calibrate 0.95 ± 020 NEG 0.8±0.5 09 ,t 0.2 2.1 2/26/98 
H4 31 308 35 2 Calibnlte-l Calibrate Callibrate 1.03;1:,0.13 POS 0.5 :1:0.5 1.0:~ 0.1 1.0 2127/98 
US 31 309 35 2 Calibnlte-2 Calibrate Callibrate 1.30:1,0.28 POS 0.6:1:0.4 1.3,~ 0.3 2.6 2/27/98 
116 31 310 35 2 Calibralte-3 Calibrate Callibrate 1.17;1:,0.26 POS 0.5:1: 0.4 1.2:~ 0.3 2.4 2127/98 
117 31 311 35 2 Calibralte-4 Calibrate Callibrate 1.06;1:,0.23 POS 1.0:1: 0.4 1.1 ,~0.2 2.2 2127/98 
118 31 312 35 2 Bath .. 2 A Wall Wall Paper Intact Drywall Beige o 16±0.30 NEG 0.2 ± 0.5 02,t03 37 2/27/98 "9 
19 31 313 35 2 Bath .. 2 B Wall Wall Intact !Drywall Beige 001 ± 021 NEG -08±0.7 00 ,t 0.2 1.0 2/27/98 
20 31 314 35 2 Bath .. 2 C Wall Wall Intact !Drywall Beige 005 ± 033 NEG 0.1 ±06 O.lt 0 3 3.2 2/27/98 
21 31 315 35 2 Bath .. 2 0 Wall Wall Intact !Drywall Beige 022± 0 19 NEG -04 ± 0.5 -0.4 ,t 0.5 10.0 2/27/98 
22 31 316 35 2 Bath .. 2 0 Ceiling Ceiling Intact !Drywall Beige 023± 0.19 NEG 0.2 ± 0 4 02 ,t 0.2 3.5 2/27/98 
23 31 317 35 2 Bath .. 2 A Door Door Intact Wood Beige 013 ± 020 NEG -02 ± 0 6 01 ,t 0 2 22 2/27/98 
Z4 31 318 35 2 Bath .. 2 A Door Casing Intact Wood Beige 017 ± 023 NEG 01 ± 0.6 02,t02 24 2/27/98 
15 31 319 35 2 Balh .. 2 B Window Sash Intact Wood Beige 0.7HO.40 POS 2.1:1: 0.5 2.1 ,i 0.5 5.0 2127/98 
t6 31 320 3S 2 Bath .. 2 B Window Stool Intact Wood Beige 011 ± 031 NEG 0.8:1: 0.4 o H,03 39 2/27/98 
!7 31 321 35 2 Bath .. 3 A Wall Wall Intact !Drywall Beige 0.27 ± 0.23 NEG -0.1 ± 0.4 0.3 ,I, 0.2 3.9 2/27/98 
,8 31 322 3S 2 Bath .. 3 A Wall Wall Intact !Drywall Beige 006±031 NEG -0.7:1: 0 6 OLio 0 3 3.7 2/27/98 
9 31 323 3S 2 Bath .. 3 C Wall Wall Intact IDrywall Beige 0.15 ± 0.25 NEG 01±06 0.2 ,t 0 3 27 2/27/98 
0 31 324 3S 2 Bath .. 3 0 Wall Wall Intact !Drywall Beige 0.02 ± 0.31 NEG -02:1: 0 6 O.Ot 0.3 I.I 2/27/98 
I 31 325 35 2 Bath .. 3 D Door Door Intact Wood Beige 0.29 ± 020 NEG 05±0.4 0.3 ,t 0 2 3.4 2127198 
2 31 326 35 2 Bath .. 3 0 Door Casing Intact Wood Beige 012 ± 0.37 NEG 03±07 0.1 ,t 0.4 49 2/27/98 
J 31 327 35 2 Bath .. 3 C Window Sash Intact Wood Beige 0.61;1:,0.47 POS 3.1:1: 0.9 3.1,~ 0.9 3.3 2127/98 , 31 328 35 2 Batb··3 C Window Siool Intact Wood Beige 0.30;1:0.88 POS 5.1 ± 1.4 5.1 ,~ 1.4 3.9 2127198 

31 329 35 2 Bath .. 3 B Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.7;1: 0.7 0.0 ,t 0.1 1.0 2/27/98 
31 330 35 2 Bath .. 3 B Cabmet 1Fi00r Intact Wood Beige OOO± 0.10 NEG -0 I ± 0 6 o Ot 0 I 1.0 2/27/98 
31 331 3S 2 Bath· 2 D Cabinet Door-Out Intact Wood Beige OOO± 0.10 NEG -02 ± 06 o OtO I 10 2/27/98 '10 
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e: 31 Date: 2/27/98 Pamt Page 6 

nges (NEG<INC<POS): Device PCS 

10 Site XLNo Insp Fir Room Side Strc Feat Cnd SullJ Clr PbL(mg/cm') RES PbK Combined Dl Date Note 

38 31 332 35 2 Batb-2 D Cabinet Floor Intact Wood Beige 0.02±0 10 NEG 0.0 ± 0.7 O.O± 0.1 4.5 2/27/98 
,39 31 333 35 2 Hall-4 A Waill-Upr Wall Intact Drywall Beige 1.07 ± 1.26 POS 2.8 ± 0.9 2 .. 8±0.9 8.2 2127/98 *6 

140 31 334 35 2 Hall-4 B WaH-Upr Wall Intact Drywall Beige I.U ± 0.79 POS 2.3 ± 0.6 2 .. 3 ±0.6 10.0 2127/98 
141 31 335 35 2 Hall-4 C Waill-Upr Wall Intact Drywall Beige 1.49 ± 1.19 POS 3.4 ± 1.0 3..4 ± 1.0 10.0 2127198 
142 31 336 35 2 Hall-4 D WaU-Upr Wall Peeling Drywall Beige 0.66 ± 0.42 POS 1.4 ± 0.4 1.4 ± 0.4 13.0 2127198 
143 31 337 35 2 Hall-4 A Walll-Lwr Wall Intact Wond Beige 0.61 ± 0.50 NEG 09 ± 0.5 0.6 ± 0.5 6.8 2/27/98 ·7 
144 31 338 35 2 Hall-4 B Walil-Lwr Wall Intact Wood Beige 0.83 ±0.53 POS 1.3 ± 0.3 l..3±0.3 10.0 2127/98 *8 

145 31 339 35 2 Hall-4 C Walil-Lwr Wall Intact Wood Beige 0.81 ± 0.52 POS 1.1 ± 0.3 1 .. 1±0.3 10.0 2127/98 
346 31 340 35 2 Hall-4 D Waill-Lwr Wall Intact Wond Beige o 57±061 NEG 09±04 06±06 8.0 2/27/98 
347 31 341 35 2 lIall-4 D Wall Chair-Rail Intact Wood Beige 0.39 ± 0.43 POS 1.9 ± 0.5 1..9±0.5 6.3 2127/98 
348 31 342 35 2 Hall-4 D Wall Baseboard Intact Wond Beige 001±021 NEG 0.1 ± 0 7 O .. O± 0.2 1.4 2/27/98 
349 31 343 35 2 Hall-4 B DOlor Door Intact Wond Beige 016 ± 0.28 NEG -0.3 ± 0 4 02 ± 0.3 3.5 2/27/98 
350 31 344 35 2 Hall-4 B Door Casing Intact Wood Beige 0.08 ± 0.19 NEG 0.1 ± 07 0.1 ± 0.2 1.6 2/27/98 
351 31 345 35 2 Hall-4 A Clloset Wall Intact Drywall Beige 2.85 ± 1.58 POS 3.6 ± 1.0 3.6± 1.0 5.9 2127/98 
352 31 346 35 2 Hall-4 B Clloset Wall Intact Drywall Beige 3.51 ± 2.59 POS 4.1 ± 1.3 4.1 ± 1.3 6.8 2127/98 
353 31 347 35 2 Hall-4 C Clloset Wall Intact DrY",all Beige 3.34 ± 2.76 POS 4.0± 1.2 4 .. 0 ± 1.2 6.8 2127198 

354 31 348 35 2 Hall-4 0 CI!oset Door Intact Wond Beige 014±0.30 NEG -0 1 ± 06 01 ± 0.3 27 2/27/98 
355 31 349 35 2 Hall-4 0 Ooset Casing Intact Wond Beige 0.07 ± 0.32 NEG 0.0 ± 0.5 O. I ± 0.3 23 2/27/98 
356 31 350 35 2 Hall-4 D Clloset Shelf Intact Wood Beige 1.63 ± 0.55 POS 1.3 ± 0.5 1..6 ± 0.6 4.4 2127/98 
357 31 351 35 2 Hall-4 A Door Door Intact Wood Beige 0.16 ± 0.25 NEG -0.1 ± 0.5 0.2 ± 0.3 3.0 2/27/98 
358 31 352 35 2 Hall-4 A Cabinet Door-Out Intact Wond Beige 0.11 ± 0 27 NEG -01±06 01 ± 0.3 2.2 2/27/98 
359 31 353 35 2 Hall-4 A Cabinet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 06 O.O±O.I 1.0 2127/98 
360 31 354 35 2 Hall-4 B Window Sash Intact Wood Beige 0.31 ± 0.40 INCOM 1.5 ± 0.5 1.5 ± 0.5 61 2/27/98 
361 31 355 35 2 Hall-4 B Window Sash Intact Wood Beige 0.27 ± 0.17 POS 1.3 ± 0.3 1..3±0.3 4.2 2127198 

362 31 356 35 2 Hall-4 B Window Casing Intact Wood Beige 0.27 ± 0.20 POS 1.2 ± 0.3 t..2 ± 0.3 4.8 2127198 

363 31 357 35 2 Hall-4 0 Floor Floor Intact Wond Varnish 0.03 ± 0.17 NEG -0.3 ± 0.8 0.0 ± 0.2 1.0 2/27/98 
364 31 358 35 2 Hall-4 0 Floor Flr-Regstr Intact Metal Beige 002 ± 010 NEG -0.1 ±0.9 0.0±0.1 1.0 2127/98 
365 31 359 35 2 Hall-4 0 Sitairs Rail-cap Intact Wood Beige 005 ± 0.30 NEG 0.3 ± 0.6 0.1 ± 0.3 2.0 2/27/98 
366 31 360 35 2 Hall-4 A Stain-Wall Wall-Upr Intact DfY",all Beige 2.42 * 1.92 POS 2.8 ± 0.9 2 .. 8±0.9 10.0 2127198 

367 31 361 35 2 Hall-4 C Stain-Wall Wall-Upr Intact DrY"1all Beige 0.63 ± 0.41 POS 1.4 ± 0.4 1 .. 4±0.4 10.0 2127198 

368 31 362 35 2 Hall-4 C Stairs-Wall Baseboard Intact Wood Beige 0.19 ± 0.15 NEG -0.4 ± 0.4 0.2 ± 0.2 2.3 2/27/98 
369 31 363 35 2 Hall-4 C Stain-Wall Chair-Rail Intact Wood Beige 0.99 ± 0.67 POS 1.1 ±0.5 l..1±0.5 10.0 2127198 

370 31 364 35 2 Hall-4 C Stairs-Wall Wall-Lwr Intact Wond Beige OOO±O.IO NEG -0.2 ± 0.6 O.O±O.I 1.0 2/27/98 
371 31 365 35 2 Hall-4 A Stain-Wall Wall-Lwr Intact Wood Beige 1.80 ± 0.86 POS 1.9 ± 0.5 1 .. 9 ± 0.5 8.4 2127198 
372 31 366 35 2 Hall-4 A Stailrs-Lwr Rail·cap Intact Wood Varnish 010 ± 0.10 NEG 0.3 ±0.6 0 . .1 ± 0 I 7.2 2/27/98 
373 31 367 35 2 Shutter Cal-I Calibrate Cahbrate 0.00 ± 0 00 0.0 ± 00 OO± 0.0 00 2/27/98 

374 31 368 35 2 Calibrate-I Calibrate Calibrate 1.14 ± 0.15 POS 0.9 ±0.5 1.J ± 0.2 1.1 2127/98 
375 31 369 35 2 Calibrate-2 Calibrate Calibrate 1.20± 0.15 POS 0.6±0.5 1 .. 2 ±0.2 1.1 2127198 

376 31 370 35 2 Calibrate-3 Calibrate Calibrate 1.03 ± 0.13 POS 0.6±0.5 1..0±0.1 1.0 2127/98 
377 31 371 35 2 Calibrate-4 Calibrate Calibrate 1.10 ± 0.24 POS 0.4 ± 0.4 1.J ± 0.2 2.2 2127/98 
378 31 57 3 I Shutter Cal- I Calibrate Cahbrate O.OO±OOO 0.0 ± 0.0 O .. O± 0.0 0.0 2127/98 
379 31 58 3 1 Calibrate-l Calibrate Calibrate 1.04 ±0.13 POS 0.7 ± 0.5 1..0±0.2 1.1 2127/98 
380 31 59 3 I Calibrate-2 Calibrate Calibrate 0.90±0 19 NEG 0.6 ± 0.5 0 .. 9 ± 0.2 2.0 2/27/98 
381 31 60 3 I Room-l C Ce-iling Ceiling Intact Drywall Beige 3.01 ± 3.09 POS 4.0± 1.3 4 .. 0± 1.2 10.0 2127198 

382 31 61 3 1 Room-l C Wall Crown Mold Intact Wood Beige 0.97 ±0.66 POS 1.1 ± 0.6 1..l±0.6 10.0 2127/98 

383 31 62 3 1 Hall-I A Ce,jlmg Ceiling Intact Drywall Beige 0.73 ± 0.55 NEG 0.6 ± 0.5 0.7± 0.6 7.5 2/27/98 

384 31 63 3 1 Porch-2 B Porch-2 Ceiling Intact Wood White 3.24 ± 2.86 POS 6.9± 2.1 6 .. 9± 2.2 2.7 2127/98 

385 31 64 3 1 Room-2 D Ce'iling Ceiling Intact DrY''1all Beige 2.44 ± 1.99 POS 3.1 ± 1.2 3 . .1 ± 1.2 10.0 2127198 

386 31 65 3 I Room-2 0 Wall Crown Mold Intact Wood Beige 0.85 ± 0.60 NEG 0.8 ± 0.5 0.9 ± 0 6 7.5 2127/98 
387 31 66 3 I Room-2 0 Ciloset Casing Intact Drywall Beige 0.04±0.10 NEG 0.0 ± 0.8 0.0 ± 0.2 5.7 2/27/98 

388 31 67 3 I Hall-2 D Ce'iling Ceiling Intact Drywall Beige OOO±O.IO NEG -0.5 ± 0.8 0.0 ± 0.2 1.0 2/27/98 
389 31 68 3 1 Hall-2 0 Ciloset Ceiling Intact Drywall Beige OOO±O 10 NEG -0.1 ±07 0.0 ± 0 2 1.0 2/27/98 
390 31 69 3 Room-3 A Ceiling Ceiling Intact DfY"1all Beige 1.73 ± 2.08 POS 5.0±1.7 5 .. 0* 1.8 6.2 2127198 

391 31 70 3 1 Room-3 A Wall Crown Mold Intact Wood Beige 1.21 ± 1.14 POS 3.6 ± 1.2 3 .. 6 ± 1.2 9.2 2127/98 

392 31 71 3 1 Hall-3 C Wall Crown Mold Intact '''ood Beige 2.01 ± 1.42 POS 1.5 ± 0.5 1..5±0.6 10.0 2127/98 
393 31 72 3 1 Hall-3 C Ce:iling Ceiling Intact DrY",all Beige 2.01 ± 1.05 POS 2.4± 0.8 2.4 ± 0.8 6.2 2127/98 
394 31 73 3 I Porch-I B Porch-I Ceiling Intact Wood White »5.0 ± 1.00 POS 6.6 ± 3.5 6 .. 5±3.6 4.9 2/27198 
395 31 74 3 2 Room-I C Ce:iling Ceiling Intact DfY",all White 1.60± 0.85 POS 1.8 ± 0.6 \..8± 0.6 8.7 2127/98 
396 31 75 3 2 Room-I C Wall Crown Mold Intact Wood White 1.02 ± 0.69 POS 1.6 ± 0.6 1..6±0.6 10.0 2127/98 
397 31 76 3 2 Room-l C Closet-2 Ceiling Intact DrY",all White 2.38 ± 1.40 POS 2.1 ± 1.0 2 .. 4 ± 1.4 6.4 2127/98 
398 31 77 3 2 Hall-4 B Ce:iling Ceiling Intact DrY",all Beige 1.47 ± 0.79 POS 0.9±0.5 1..5±0.8 8.3 2127198 
399 31 78 3 2 Hall-4 B CIIoset Ceiling Intact DrY",all Beige 0.19 ± 0.14 POS 1.3 ± 0.4 1..3 ±0.4 10.0 2127198 
400 31 79 3 2 Room-2 C Ce:iling Ceiling Intact DrY",all Beige 2.78 ± 1.52 POS 1.4 ± 0.7 1..4 ± 0.6 9.8 2127198 

401 31 80 3 '2 Room-2 C Wall Crown Mold Intact Wood Beige 1.36 ± 0.77 POS 1.6 ± 0.5 1..6 ± 0.6 8.2 2127/98 
402 31 81 3 2 Room-2 A Clloset Ceiling Intact Drywall Beige »5.0± 1.00 POS 0.8 ± 1.8 5 .. 1 ± 1.0 7.7 2127198 

2 Room-3 A Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.11 NEG -0.5 ± 0.8 0 .. 0 ± 0 2 1.0 2/27/98 
Wall Crown Mold Intact Wood Beige 0.05 ± 0.12 NEG 1.2 ± 0.4 o O± 0.2 60 2/27/98 

Jntlllrt Wood Beige »5.0± 1.00 POS 3.5 ±3.0 3 .. 5±3.0 v 2/27/98 



Pamt Page 7 
,,""gel! \l'It~l.<INC<POS): Device pes 

N,~ Sitf: XLNo Insp Fir Room Side Strc Feat Ond Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
406 31 85 3 2 House-ext. n Fascia Fascia Filir Wood White »5.0± 1.00 POS 29.9 ± 6.3 29.9 ± 6.4 10.0 2127/98 
407 31 86 3 2 House-ext. B Soffit Soffit F~lir Wood White »5.0± 1.00 POS 14.0± 4.(, 14.0 ± 4.6 10.0 2127198 
40,8 31 87 3 2 House-ext. II Awning Awning Flilir Metal White 1.60 ± 1.19 POS .3.0±0.9 3.0± 0.8 10.0 2127198 
409 31 88 3 2 House-ext. B Gutter Gutter Fair Metal White 0.01 ±O.IO NEG -O.7± 1.01 0.0 ± 0 2 1.2 2/27/98 
410 31 89 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0 0 OO±OO 00 2/27/98 
411l 31 90 3 2 Calibrate-l Calibrate Calibrate 1.01 ± 0.13 POS 0.2 ±0.5 1.0± 0.2 1.0 2127198 
4l1. 31 91 3 2 Calibrate-2 Calibrate Calibrate 1.10± 0.24 POS 1l.0±0.5 1.1 ± 0.2 2.3 2127198 
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Original Reading 
2.80 
0.60 
1. 30 
0.20 
0.00 
0.00 
0.00 
r\ ., ("\ 
V • ..J..V 

0.10 
0.10 
5.20 

5.20/10 = 0.52 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading 
2.60 
0.90 
1.10 
0.30 
0.00 
0.00 
0.00 
A AA 
V.VV 

0.00 
0.10 
5.00 

5.00/10 = 0.50 

Average 
2.70 
0.75 
1.20 
0.25 
0.00 
0.00 
0.00 
A AC: 
V.V....) 

0.05 
0.10 
5.10 

Absolute Difference = 0.50 - 0.52 = 0.02 

C= 
D= 
E= 

9.3700 
0.067464 
0.099464 

9.3700 x 0.0072 = 0.067464 
0.067464 + 0.032 = 0.099464 
Square Root of 0.099464 = 0.315379 

Squared 
7.2900 
0.5625 
1. 4400 
0.0625 
0.0000 
0.0000 
0.0000 
0.0025 
0.0025 
0.0100 
9.3700 

F= 0.315379 0.315379 x 1.645 = 0.5188 (Retest To!era.flee Limit) 

Retest Tolerance Limit = 0.5188 

0.02 < 0.5188 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the nu..mber 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Muitipiy F by 1.645. The resuit is the Retest Toierance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Pamt Page I 
Quarters 1111, Quality Evaluation Retest 

Charleston Naval Complex 
Site: 31 Date: 2/27/98 

Ranges (NEG<INC<POS): Device rcs 

No Site XLNo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(mg/cm1) RES PbK Combined Note 
I 31 367 35 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 10.0 ± 0 0 O.O± 0.0 
2 31 368 35 Calibrate-l Calibrate Calibrate 1.14 ± 0..15 POS 0.9 ± 0. .. 5 1.1 ± 0..2 
3 31 369 35 Calibrate-2 Calibrate Calibrate 1.20. ± 0..15 POS 0.6 ± 0..5 1.2 ± 0..2 
4 31 370. 35 Calibrate-3 Calibrate Calibrate 1.0.3 ± 0..13 POS 0.6 ± 0. . .5 1.0. ± 0..1 
5 31 371 35 Calibrate-4 Calibrate Calibrate 1.10. ± 0..24 POS 0.4 ± 0. .. 4 1.1 ± 0..2 
6 31 372 35 2 Hall-4 A Wall-Upr Wall Intact Drywall Beige 1.39 ± 1.0.5 POS :Z.6± 0. .. 9 2.6± 0..9 339 
7 31 373 35 2 Hall-4 A Wall-Lwr Wall Intact Wood Beige 0.86 ± 0.55 NEG 0.9 ± OJ 0..9 ± OJ 343 
8 31 374 35 2 Hall-4 B Wnll-Lwr Wall Intact Wood Beige 0..76 ± 0..47 POS l.l ± 0. .. 4 1.1 ± 0..4 344 
9 31 375 35 2 Bath-2 A Wall Wall-Paper Intact Drywall Beige 0..25 ± 0.29 NEG 0.1 ± 0.04 0..3 ± 0.3 318 
10 31 376 35 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige 0..0.0. ± 0..10 NEG -0.8 ± 0. .. 7 0..0. ± 0.1 337 
11 31 377 35 I Kitchen B Cabinet-Upr Door-Out Intact Wood Varnish 0..0.1 ± 0..10 NEG -0.8 ± 0..6 o.o.±D.I 10.1 
12 31 378 35 1 Kitchen B Cabinet-Upr Door-Ins Intact Wood Varnish 0. 0.3 ± 0..10 NEG -004 ± 0.6 0..0. ± 0.1 10.2 
13 31 379 35 I Kitchen B Wall Wall Paper Intact Drywall Beige 0..0.1 ±D.IO NEG 0.2 ± 0. .. 7 D.D±D.I 94 
14 31 380. 35 I Room-I A Floor Floor Intact Wood Varnish 0.03 ± 0..10. NEG O.O± 0..6 O.O±D.I 26 
15 31 381 35 I Hall-3 D Door Casing Intact Wood Beige 0.10. ± 0.27 NEG 10 3 ± 0.6 0..1 ± DJ 161 
16 31 382 35 Shutter Cal-1 Calibrate Calibrate 0..0.0. ± 0..0.0. O.D± 0.0. O.D± 0..0. 
17 31 383 35 Calibrate-I Calibrate Calibrate 0.97 ± 0..11 NEG 10.6 ± 0..5 1.0. ± 0..1 
18 31 384 35 Calibrate-2 Calibrate Calibrate I.o.t ± 0..22 POS 10.7 ± 0..5 1.0. ± 0..2 
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XRF Field Data Sheets 
and Analysis Results 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters HH, 1304 Avenue H, Charleston Naval Complex, 

Charleston SC 

Is surface Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches (fe) Found 
x inches) 

NBC! 
1ST Floor, Floor-

atrs HH Yes 12 x 12 1 -25.70 
001 

Kitchen Entry 

NBC/ 
1ST Floor, Window 

Qtrs HH Yes 27 x 2 0.375 iO.80 
002 

Kitchen Sill 

NBC! 2~ Floor, Floor-
atrs HH Yes 12 x 12 1 -18.80 
003 

Hall-4 Stairwell 

NBC! 2ND Floor, Window 
atrs HH Yes 27 x2 0.375 -3.60 
004 Room-1 Sill 

NBC! 2ND Floor, Window 
atrs HH Yes 27 x2 0.375 0.30 
005 

Room-2 Sill 

NBC! 1ST Floor, Floor-
atrs HH Yes 12 x 12 1 6.90 
006 

Room-2 Entry 

NBCI 1ST Floor, Window ()trc:: HH -, Ypc:: ?7 )( ? n ::!,7~ 1Q.7n 
Room-2 Sill 

N/A N/A -14.10 

1 Measure to the nearest 1/8 inch. 

HUD standards: 100 Ilglft2 (floors), 500 Ilglft2 (interior window sills), 800 Ilglft2 (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 2/27/98 

Table 28-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
(1191 fe) 

<Detectable 

28.80 

<Detectable 

<Detectable 

0.80 

6.90 

fi? fi~ 

<Detectable 



No Site XLNo Insp FIr 
5 31 6 3 
10 31 11 3 1 
15 31 16 3 1 
20 31 21 3 2 
25 31 26 3 2 
30 31 31 3 2 
35 31 36 3 2 
40 31 41 3 1 
45 31 46 3 1 
50 31 52 3 

Quarters H. ..st Samples 
Charleston Naval Complex 

Site 31, Date: 2/27/98 

Room Side Stre 
Calibrate-I 

Kitchen-DO 1 D Floor 
Kitchen-D02 C 'Window 
HalI-4-D03 D Stairs 

Room-I-D04 A Window 
Room-2-D05 A Window 
Room-2-D06 D Floor 
Room-2-D07 C \Vindow 
Blank-D08 C Blank 
Calibrate-l 

Table 28-c, XRF Field Data Sheets for Dust Samples 
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Thin Page 1 

Feat Ph ± Pree 
3249.60 ± 63.20 

Floor -25.70 ± 20.10 
Stool 10.80 ± 23.20 
Floor -lS.80± 21.10 
Stool -3.60 ± 21.40 
Stool 0.30 ± 22.10 
Floor 6.90 ± 17.40 
Stool 19.70 ± 20.20 
Blank -14.10± 21.20 

3246.40 ± 62.50 



Bulk Page 1 
Quarters HH, Soil Samples 
Charleston Naval Complex 

Site: 31 Date: 3/3/98 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 31 54 3 Calibrate-l 52.9± 60.4 
2 31 55 3 Calibrate-2 892.0 ± 92.3 
3 31 56 3 Dripline A 141.4 ± 53.l 
4 31 57 3 Dripline C 547.6 ± 69.0 
5 31 58 3 Dripline D 1003.2 ± 85.1 
6 31 60 3 Calibrate-l 19.7 ± 57.4 
7 31 61 3 Calibrate-2 945.6 ± 94.5 

Table 28-d, XRF Field Data Sheds for Soil Samples 



LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

29.0 Quarters II 

Quarters II, 131 0 Avenue G, is a two-story, wood-framed unit that is half a duplex with an attic and 

crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 27 February 1998 to 2 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters II. Quarters II was sur-veyed after the hTT0D Guidelines Chapter 7 revision. A 

retest evaluation \vas perfcnned to ensure the accuracy of the XP,.P ii:u'1alyzer. 

29.1 Identification of Lead in Quarters II: 

Three hundred fifty-two XRF samples and calibrations were taken in Quarters II. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 29-a contains LBP sampling results for 

Quarters II and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust a.'1d soil sa.'ll.ples \-'1ere taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters II: 
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Quarters II Positive Results for Lead-Based Paint 
Fir I Room Sid .. ~trr: I F .. ",t I Cnd I Sub I Clr I RES Comhim.d 

I - I -- 1== - -- -- .=....= ~ -= .. -~ 
(mg/cm') 

1 Hall-1 A Wall Wall-Paper Intact Drywall Beige POS 1.0 ±0.5 
1 Haii-1 I A vVaii Crown Moid intact Wood Beige POS 1.4 ±0.4 
1 Hall-1 A Ceiling Intact Drywall Beige POS (2 ±0.8 
1 Ha!!-1 B VVa!! \J\/~ILC~"'Qr Intact nrvw,,11 RAinA pas 1.9 ±O.S ........ .... "' ...... -·3·· ...... --.~-

1 Hall-1 0 Wall Wall-Paper Intact Drywall Beige POS 1.4 ±0.5 
1 Hall-2 A Wall-Upr Wall Intact Drywall BeiQe POS 1 3 ±0.4 
1 Hall-2 A Wall-Lwr Wall Intact Wood Beige POS 1 3 ±0.3 
1 Hall-2 A Wall-Lwr Baseboard Intact Wood Beige POS 2.5 ±0.7 
1 Hall-2 B Wall-Upr Wall Intact Drywall Beige POS 1.7 ±0.4 
1 Hall-2 C Wall-Upr Wall Intact Drywall Beige POS 1.1 ±0.3 
1 Hall-3 B Ceiling Intact Drywall Beige POS 1.2 ±0.4 
1 Kitchen 0 Window Sash Peeling Wood Beige POS 2.6 ±0.7 
1 Kitchen 0 \.AJindo".'''-I Stool=Rht Oo.ol,n ... \"/cod c::t.o.il"l.o. POS 1.5 ±O.4 I v1;;illll~ _'WI~w 

1 Outside A Porch-2 Wall Intact Wood White POS 8.6 ±2.4 
1 Outside A Porch-1 Wall-Lwr Fair Wood Green POS 25.9 ±3.2 
1 Outside A Porch-1 Columns Fair Wood White POS 31.5 ±3.5 
1 Outside B Porch-2 Trim-Upr Intact Wood Green POS 29.0 ±3.6 
1 Outside B Door Jamb Intact Wood Green POS 33.0 ±3.7 
1 Outside C Porch-2 Trim-Lwr Intact Wood White POS 7.8 ±2.1 
1 Outside C Window Casing Peeling Wood White POS 32.0 ±3.7 
1 Outside C Ext Wall Elec-conduit Fair Metal White POS 11.1 ±2.8 
1 Outside C House Elec-Panel Fair Metal White POS 21.0 ±3.2 
1 Outside C Window Awning Peeling Metal White POS 2.7 ±1.1 
1 Porch-1 A Porch-1 Columns Peeling Wood White POS 26.8 ±3.4 
1 Porch-1 A Door-1 Casing Peeling Wood White POS 24.1 ±3.3 
1 Porch-1 A Porch-1 Ceiling Intact Wood White POS 10.3 4.2 
1 Porch-1 B Wall Wall Intact Masonite White POS 6.4 ±2.2 
1 Porch-1 B Door Casing Peeling Wood White POS 18.0 ±3.1 
1 Porch-1 B Door Door Peeling Wood White POS 3.4 ±1.1 
1 Porch-1 0 Wall Wall Intact Masonite White POS 7.4 ±2.2 
1 Porch-2 A Porch Columns Fair Wood White POS 26.5 ±3.4 
1 Porch-2 A Door Casing Peeling Wood White POS 24.2 ±3.3 
1 Porch-2 A Elec-conduit Pipes Fair Metal White POS 10.6 ±2.7 
1 Porch-2 C Porch-2 Ceiling Intact Wood White POS 7.4 ±2.2 
1 Porch-2 0 Wall Wall Intact Masonite White POS 10.9 ±2.4 
1 Porch-2 0 Door-1 Door Intact Wood White POS 19.8 ±3.0 
1 Porch-2 0 000r-2 Door Peeling Wood White POS 20.0 ±3.2 
1 Porch-2 0 Door-2 Jamb Peeling Wood White POS 25.3 ±3.1 
1 Porch-2 0 000r-3 Jamb Peeling Wood White POS 24.6 ±3.3 
1 Room-1 A Wall-Upr Wall Intact Drywall Beige POS 1.6 ±0.4 
1 Room-1 B Door Door Intact Wood Beige POS 1.4 ±0.3 
1 Room-1 C Wall-Upr Wall Intact Drywall Beige POS 1.0 ±0.3 
1 Room-1 C Ceiling Ceiling Intact Drywall Beige POS 1.0 ±0.6 
1 Room-1 C Wall Crown Mold Intact Wood Beige POS 1.5 ±0.4 
1 Room-1 0 Wall-Upr Wall Intact Drywall Beige POS 1.9 ±0.5 
1 Room-1 0 Window Sash Intact Wood Beige POS 2.9 ±0.9 
1 Room-1 0 Window Stool Intact Wood Beige POS 5.0 ±1.7 
1 Room-2 A Wall-Upr Wall Intact Drywall Beige POS 1.5 ±0.5 
1 Room-2 A Wall-Lwr Wall Intact Wood Beige POS 1.2 ±0.8 
1 Room-2 A Cabinet-Lwr Shelf Intact Wood Beige POS 1.1 ±0.5 
1 Room-2 B Wall-Upr Wall Intact Drywall Beige POS 1.2 ±0.5 
1 Room-2 B Wall-Lwr Wall Intact Wood Beige POS 1.0 ±0.5 
1 Room-2 B Door Door Intact Wood Beige POS 1.1 ±0.3 
1 Room-2 C Wall-Upr Wall Intact Drywall Beige POS 1.4 ±0.4 
1 Room-2 C Window Sash Intact Wood Beige POS 1.7 ±0.4 
1 Room-Z C Window Stool Intact Wood Beige POS 1.8 ±0.5 
1 Room-2 0 Ceiling Intact Drywall Beige POS 1.3 ±0.6 
1 Room-3 B Wall·Lwr Wall Intact Wood Beige POS 1.8 ±0.5 
1 Room-3 C Window Sash Intact Wood Beige POS 1.9 ±0.5 
2 Bath-2 B Door Door Intact Wood RAinA pas 2.2 ±0.6 

--.~-

2 Bath·2 B Ooor Casing Intact Wood Beige POS 2.4 ±0.8 
2 Bath-2 C Window Sash Intact Wood Beige POS 2.7 ±0.8 
2 Bath·3 0 Window Sash Intact Wood Beige POS 1.8 ±0.6 
2 Hall-4 A Wall·Upr Wall Intact Drywall Beige POS 7.0 ±2.8 
2 Hall-4 A Wall·Lwr Wall Intact Wood Beige POS 1.0 ±0.6 
2 Hall-4 A Wall Baseboard Intact Wood Beige POS 1.3 ±0.4 
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Quarters II Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mgtcm') 

2 Hall-4 A Cabinet Door-Out Intact Wood Beige P~S 1.3 ±0.4 
2 Hall-4 B Wall-Upr Wall Intact Drywall Beige POS 2.6 ±O.B 
2 Hall-4 B Wall-Lwr Wall Intact Wood Beige P~S 2.0 ±0.6 
2 Hall-4 B Closet Door Intact Wood Beige POS 1.0 ±0.4 
2 Hall-4 B Stairs Wall Casing Intact Wood Beige P~S 1.1 ±0.4 
2 Hall-4 B Door Ovrhd-Door Intact WOOd Beige POS 1.0 ±0.6 
2 Hall-4 B Ceil-regist Casing Intact Wood Beige P~S 3.2 ±1.2 
2 Hall-4 C Wall-Upr Wall Intact Drywall Beige P~S 3.5 ±1.2 
2 Hall-4 D Ceiling Intact Drywall Beige P~S 1.0 ±0.6 
2 Hall-4 D Wall-Upr Wall Intact Drywall Beige P~S 2.4 ±O.B 
2 Room-1 D Window-2 Sash Intact Wood Beige POS 1.4 ±O.4 
2 Room-2 A Window-1 Sash Intact Wood Beige POS 2.4 ±0.6 

I 2 Room-3 B I Wmdow-2 Sash I Intact I Wood POS 1.6 ±O.4 
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Pamt Page;; 1 
Quarters II, Lead-Based Paint Suncy 

Charleston Naval Complex 
S,te: 32 Date: 2127/98 to 312198 

Ranges (NEG<INC<POS): Device PC'S 

No S,te XLNo Inllp Fir Room Side Stre Feat Cnd Sub Or PbL(mglcm') RES PbK Combined OJ Date Note 
I 32 382: 3:5 I Shutter Cal-I Calibrate Calibrate OOO±O.OO 00 ± 0.0 OO± 0.0 0.0 2/27/98 
2 32 383 3:5 I Calibrate-\ Cahbrate Calibrate 0.97 ± 0.11 NEG 0.6 ± 05 1.0± 0.1 1.0 2:/27/98 
3 32 3841 3:5 I Calibrate-2 Calibrate Calibrate 1.01200.22 POS 0.7200.5 1.020 0.2 2.2 2:127198 
4 32 385 3:5 I Room-I A Wall-Upr Wall Intact DlrywaU Beige 0.8920 0.57 POS 1.6 20 0.4 1.6200.4 10.0 2:127/98 
5 32 386 3:5 I Room-I B Wall·Upr Wall Intact Drywall Beige om ± 0.25 NEG 0.2 ± 06 0.0 ± 0.3 1.0 2:/27/98 
6 32 38i' 3:5 I Room-I C Wall-Upr Wall Intact Dlrywall Beige 0.27200.19 POS 1.0200.3 1.0200.3 10.0 2:127198 
7 32 38~1 3:5 I Room-I 0 Wall-Upr Wall Intact Dorywall Beige 1.33200.90 POS 1.9200.5 1.9200.5 10.0 2:127198 "5 
8 32 389 3:5 I Room-I 0 Wall-Lwr Wall Intact Wood Beige 0.89200.55 NEG 0.3 ± 0.3 0.3 ± 0.3 9.9 2:/27/98 
9 32 390 3:5 \ Room-I A Wall-Lwr Wall Intact Wood Beige 0.46 ± 0.31 NEG 05 ± 0.3 05 ± 0.3 10.0 2:/27198 '7 
10 32 391 3:5 I Room-I B Wall-Lwr Wall Intact Wood Beige 0.63 ± 0.43 NEG 0.6 ± 0.3 0.6 ± 0.3 9.8 2:/27/98 
II 32 392: 3:5 I Room-I C Wall·Lwr Wall Intact Wood Beige 068 ± 0 44 NEG 07 ± 0.3 07 ± 0.3 10.0 2:/27/98 
12 32 393 3:5 I Room-I C Wall-Upr Wall-Rgslr Intact Metal Beige 0.25±031 NEG 10±06 03±03 79 2:/27/98 
13 32 394 3:5 I Room-I C Wall Baseboard Intact Wood Beige 022 ± 0.40 NEG 1.0 ± 0 5 0.2 ± 0.4 5.4 2'/27/98 
14 32 395 3:5 I Room-I C Floor Floor Intact Wood Varnish 001 ± 0.27 NEG 02±07 0.0200.3 10 2:/27198 
15 32 396 3:5 I Room· \ 0 Wall Chair-raIl Intact Wood BeIge 035 ± 0.43 NEG 06±04 0.4 ± 0 4 6.0 2/27/98 '6 
16 32 39i' 3:5 I Room-I 0 Window Sash Intact Wood Beige 0.4920 0.56 POS 2.9200.9 2.9200.9 4.1 2127/98 
17 32 3981 3:5 I Room-I 0 Window Stool Intact Wood Beige 0.26200.82 POS 5.0201.7 5.020 1.7 5.2 2127/98 
18 32 399 3:5 I Room-I A Window Box Intact Wood Beige 065 ± 0 47 NEG 05±03 07±05 79 2:/27/98 
19 32 400 3:5 I Room-I B Door Door Intact Wood Beige 0.57200.30 POS 1.4200.3 1.4200.3 6.2 2:127/98 "& 
20 32 401 3:5 I Room· I B Door Casing Intact Wood BeIge 069 ± 0.51 NEG 08±03 0.8 ± 0 3 9.5 2:/27/98 
21 32 402 3:5 I Room· I C Doorway Jamb Intact Wood Beige 0.30 ± 0 31 NEG 02±04 03 ± 0.3 4.8 2:/27/98 
22 32 403 35 I Room-I C Door Door Intact Wood Beige 0.39 ± 0.37 NEG 0.4 ± 04 0.4 ± 0.4 5.4 2/27198 
23 32 404 3:5 I Room-I C Door Casing Intact Wood BeIge 056 ± 0.60 NEG 01±04 0.6 ± 0 6 7.5 2127/98 
24 32 405 35 I Room-I A Wall Wall-Rgstr Intact Metal Beige 074 ± 0.37 NEG 1.1 ±05 0.7 ± 0 4 5.2 2/27/98 
25 32 406 3!! 1 Room-2 A Wall-Upr Wall Intact Dorywall Beige 1.01200.67 POS 1.5 ± 0.5 1.5200.5 10.0 2:127198 
26 32 407 3!! I Room-2 B Wall-Upr Wall Intact Drywall Beige 1.02200.69 POS 1.2 20 0.5 1.2 ± 0.5 10.0 2:127198 
27 32 40& 3!5 I Room-2 C Wall-Upr Wall Intact Drywall Beige 0.99200.57 POS 1.4200.4 1.420 0.4 9.0 2:127198 
28 32 409 35 I Room-2 D Wall-Upr Wall Intact Dlrywall Beige O.OO±O 10 NEG ·0.2 ± 0 7 O.O±O I 10 2/27/98 
29 32 410 3~5 I Room-2 D Wall·Lwr Wall Intact Wood Beige 0.04 ± 0.31 NEG 0.0 ± 0.6 0.0 ± 0.3 28 2/27/98 
30 32 411 35 I Room-2 C Wall-Lwr Wall Intact Wood Beige 049 ± 0 50 NEG 05 ± 0.5 0.5 ± 0 5 7.2 2/27/98 
31 32 412 3S 1 Room-2 B Wall-Lwr Wall Intact Wood Beige 1.03200.69 POS 1.0200.5 1.020 0.5 10.0 2.127/98 
32 32 413 3S I Room-l A Wall-Lwr Wall Intact Wood Beige 1.23± 0.83 POS 1.0200.5 1.2200.8 9.3 2:/27/98 
33 32 414 3!; I Room-2 A Wall-Lwr Baseboard Intact Wood Beige 047 ± 031 NEG 10±03 1.0 ± 0 3 10.0 2.127/98 
34 32 415 3S 1 Room-2 A Cabinet-Lwr Shelf Intact Wood Beige 1.14200.47 POS 1.4 ± 0.5 1.1 20 0.5 5.4 2.127198 
35 32 416 3~; I Room-2 A Cabinet·Lwr Door-Out Inlacl Wood Beige 0.50± 0 55 NEG 05 ± 0.4 05 ± 0.6 7.4 2/27/98 
36 32 417 35 I Room-2 A Door Door Intact Wood Beige 0.47 ± 0.46 NEG 05±04 0.5 ± 0.5 6.3 2/27/98 
37 32 418 3~; 1 Room-2 A Door Casong Intact Wood Beige 035 ± 0.34 NEG 0.4 ± 0.4 0.4 ± 0 3 5.0 2/27/98 
38 32 419 3S I Room-2 B Door Ooor Intact Wood Beige 0.39200.20 POS 1.1 20 0.3 l.l 200.3 4.6 2.127198 
39 32 420 35 I Room-2 B Door Casing Intact Wood Beige 0.38 ± 0.35 NEG 0.4 ± 0 4 0.4 ± 0.4 5.2 2/27/98 "9 
40 32 421 3" 1 Room-2 C Window Sash Intact Wood Beige 0.55200.36 POS 1.7200.4 1.7200.4 10.0 2:127198 .. 
41 32 422 3!; 1 Room-2 C Window Stool Intact Wood Beige 0.04200.15 POS 1.8 ± 0.5 1.8 20 0.5 2.1 2:127198 
42 32 423 3~; I Room-2 C Window Box Intact Wood Beige 0.84 ± 0 49 NEG 1.0 ± 0 5 0.8 ± 0.5 6.1 2/27/98 
43 32 424 3$ I Kitchen A Wall Wall-Paper Intact Dlrywall Beige O. \3 ± 0.36 NEG 00 ± 0.6 01 ± 0.4 5.0 2/27198 
44 32 425 3" .' I Kitchen A Wall Wall-Paper Intact Dlrywall Beige 0.10 ± 0 45 NEG -06 ± 0 7 o I ± 0.5 37 2/27198 
45 32 426 35 I Kitchen C Wall Wall-Paper Intact Drywall Beige 0.14 ± 0 27 NEG 0.1 ± 0 6 0.1 ± 0 3 72 2/27/98 
46 32 427 35 \ Kitchen 0 Wall Wall-Paper Intact Dlrywall Beige 005 ± 0.31 NEG 01±06 01 ± 0 3 27 2/27/98 
47 32 428 3" -' I Kitchen B Cabinet Door·Out Intact Wood VarnIsh 000±01O NEG ·0.2 ± 0 5 00±0.1 1.0 2/27/98 
48 32 429 3" -' I Kitchen B Cahonet Shelf Intact Wood Varnish 000 ± O. \0 NEG 0.0 ± 0.7 O.O±O.I 10 2/27/98 
49 32 430 3S I Kitchen 0 Window Sash Peeling Wood Beige 1.05200.77 POS 2.6 ± 0.7 2.6200.7 10.0 2/27198 
50 32 431 3" I Kitchen 0 Window Stool-Lft Peeling Wood Beige 010±031 NEG -0.2 ± 0.5 0.1 ± 0.3 5.2 2/27/98 -' 
51 32 432 3" .1 1 Kitchen 0 Window Stool-Rht Peeling Wood Beige 0.60200.39 POS 1.6 ± 0.4 1.6200.4 7.7 2127/98 
52 32 433 35 I Kitchen 0 Wall Baseboard Intact Wood Beige OOO±O.IO NEG -0.3 ± 0.6 O.O± 0.1 10 2/27/98 
53 32 434 3" I Kitchen 0 Doorway Jamb Intact Wood Beige 0.01 ± 0.22 NEG 0.3 ± 0 6 00±02 1.0 2/27/98 -' 
;4 32 435 35; I Kitchen A Cabinet Door-Out Intact Wood Beige 0.2\±0.1O NEG -0.4 ± 0 7 -0.4 ± 0 7 10.0 2/27/98 
;5 32 436 35 I Kitchen A Cabonet Shelf Intact Wood Beige 000±010 NEG 0.0 ± 0.6 O.O± 0 I 1.2 2/27198 
;6 32 437 35; I Kitchen A Cabonet-Door Casing Intact Wood Beige 003 ± 0 10 NEG -0.2 ± 0 6 00±01 3 I 2127/98 
i7 32 438 35 I Kitchen B Door Door Intact Wood Beige 004 ± 0 36 NEG 0.1 ± 0 7 00 ± 0.4 17 2/27/98 
i8 32 439 3" I Kitchen B Door Casing Intact Wood BeIge 0.00 ± 0.10 NEG 00 ± 0.6 00±01 10 2/27/98 -' 
,9 32 440 35; I Room·3 A Wall Wall Intact Dlrywall Beige OOO±O 10 NEG -0 I ± 0.7 0.0 ± 0.1 10 2/27/98 
,0 32 441 35 I Room-3 B Wall Wall Intact Dlrywall Beige OOO±O.IO NEG 0.1 ± 0 5 00±01 1.0 2/27/98 
,I 32 442 35 I Room-3 C Wall Wall Intact Dlrywall Beige 0.19 ± 010 NEG -02 ± 0 7 -0.2 ± 0.7 100 2/27/98 
2 32 443 35 I Room-3 D Wall Wall Intact Dlrywall Beige 002 ± 0.28 NEG 00±07 00 ± 0.3 1.8 2/27/98 
3 32 444 35; I Room-3 0 Wall-Lwr Wall Intact Wood Beige 000 ± 0.10 NEG -04 ± 0 6 0.0 ± 0 I 10 2/27/98 
4 32 445 35 1 Room-3 C Wall-Lwr Wall Intact Wood BeIge 0.12±0.1O NEG 02±06 0.2 ± 0.6 100 2/27/98 
5 32 446 351 I Room-3 B Wall-Lwr Wall Intact Wood Beige 0.53200.37 POS 1.& 20 0.5 1.8 20 0.5 10.0 2.127198 
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iite: 32 Date: 2127/98 to jl2/98 Pamt Page 2 
tanges (NEG<INC<I~OS): Device pes 

No Site XLNo Insp Flo- Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Dl Date Note 
66 32 447 35 I Room-3 A Wan-Lwr Wan Intact Wood Beige 0.02±0 10 NEG -03 ± 0 7 0.0 ± 0 I 4.6 2/27/98 
67 32 448 35 I Room-3 A Wan Chair-rail Intact Wood Beige OOO±OIO NEG 02 ± 0.5 00±01 10 2/27/98 
68 32 449 35 I Room-3 A Wall Baseboard Intact Wood Beige 005 ± 010 NEG -07 ± 0 7 01 ± 0 I 52 2/27/98 
69 32 450 35 I Room-3' A Door Door Intact Wood Beige 0.01 ± 0 23 NEG -0.2 ± 0.6 0.0 ± 0 2 1.0 2/27/98 
70 32 451 35 I Room-3 A Closet-3 Wan Intact Wood Beige O.OO±O 10 NEG 0.1 ± 0 6 O.O± 0 I 10 2/27/98 
71 32 452 35 I Room-3 B Closet-3 Wall Intact Wood Beige 001±0.1O NEG -02±0.7 O.O± 0 I 2.2 2/27/98 
72 32 453 35 I Room-3 D Closet-3 Wan Intact Wood Beige 005±0.10 NEG 0.1 ± 0.4 0.1 ± 0.1 7.2 2/27/98 

73 32 454 35 I Room-3 C Closet-3 Door Intact Wood Beige 000 ± 0.10 NEG 0.1 ± 06 00±01 1.0 2/27/98 

74 32 455 35 I Room-3 C Closet-3 Casing Intact Wood Beige 0.01±0.11 NEG -0.6± 0.7 0.0 ± 0.1 1.0 2/27/98 

75 32 456 35 I Room-3 B Door 0001' Intact Wood Beige 000 ± 0.10 NEG -0.4 ± 0.6 00±01 1.0 2/27/98 

76 32 457 35 I Room-3 B Door Casing Intact Wood Beige 000±014 NEG 0.1 ±0.6 O.O± 0.1 1.0 2127/98 

77 32 458 35 1 Room-3 C Window Sash Intact Wood Beige 0.33 ±0.29 POS 1.9 ± 0.5 1.9 ± 0.5 4.6 2/27/98 

78 32 459 35 I Room-3 D Wail-UpI' Door Intact Wood Beige 069 ± 0 49 NEG 1.0 ± 0.4 0.7 ± 0.5 7.7 2127/98 
79 32 460 35 I Room-3 0 Door-UpI' Casing Intact Wood Beige 0.04 ± 0 31 NEG O.O± 0.6 00±03 28 2/27/98 

80 32 461 35 I Bath-I A Wall Wall-Paper Intact Drywall Beige 0.20 ± 0.10 NEG 01 ±0.7 01±07 10.0 2/27/98 

81 32 462 35 I Bath-I B Wall Wall-Paper Intact Drywall Beige 0.08 ± 0 35 NEG -0.5 ± 0.7 0.1 ±OA 4.1 2/27/98 

82 32 463 35 I Batb-I C Wall Wall-Paper Intact Drywall Beige 0.43 ± 0.40 NEG 01±0.3 04±04 7.7 2/27/98 

83 32 464 35 I Bath-I 0 Wall Wall-Paper Intact Drywall Beige 0.02 ± 0 29 NEG 0.0 ± 0 7 0.0 ± 0 3 1.2 2127/98 

84 32 465 35 I Bath-I A Door Door Intact Wood Beige 001 ±022 NEG -0.4 ± 0 6 00 ± 0.2 1.0 2/27/98 

85 32 466 35 I Bath-I A Door Casing Intact Wood Beige 000±01O NEG -0.2 ± 0.6 00±01 1.0 2/27/98 

86 32 467 35 1 Bath-I C Wmdow Sash Intact Wood Beige 046 ± 0 43 NEG II ± 04 05±04 61 2/27/98 

87 32 468 35 I Bath-I C Window Stool Intact Wood Beige 001±01O NEG 0.2 ± 0.5 O.O±O 1 10 2127/98 

88 32 469 35 I Bath-I C Cabinet Door-Out Intact Wood Beige OOO±O.IO NEG 00±07 0.0 ± 0 I 1.0 2/27/98 

89 32 470 35 I Bath-I C Cabinet Floor Intact Wood Beige OOO±O 10 NEG 0.1 ± 0.6 O.O± 0 I 1.0 2/27/98 

90 32 471 35 I Shutter Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0.0 00 ± 0.0 00 2/27/98 

91 32 472 35 I Calibrate-l Calibrate Calibrllte 1.10 ± 0.14 POS 0.2 ±0.5 1.1 ± 0.1 1.1 2/27/98 

92 32 473 35 I Calibrate-2 Calibrate Calibrate 091 ± 0 20 NEG 0.2 ± 0 5 09±02 20 2/27/98 

93 32 474 35 I Shutler Cal-I Calibrate Calibrate OOO±OOO OO±OO OO±OO 00 2/27/98 

94 32 475 35 I Calibrate-l Calibrate Calibute 1.07 ± 0.14 POS 0.3 ± 0.5 1.1 ± 0.1 1.0 2/27/98 

95 32 476 35 1 Calibrate-2 Calibrate Calibmte 1.00 ± 0.21 POS 0.3± 0.5 1.0 ± 0.2 2.1 2127198 

96 32 477 35 1 Hall-I A Wall 'Wall-Paper Intact Drywall Beige 1.05± 0.79 POS 1.0 ± 0.5 1.0 ± 0.5 9.4 2/27/98 

97 32 478 35 1 Hall-l B Wall Wall-Paper Intact Drywall Beige 1.21 ± 0.82 POS 1.9 ± 0.5 1.9 ± 0.5 10.0 2/27/98 

98 32 479 35 1 Hall-I D Wall 'Wall-Paper Intact Drywall Beige 1.41 ± 0.95 POS 1.4 ± 0.5 1.4 ± 0.5 10.0 2/27/98 

99 32 480 35 I Hall-I D Wall Basebo,ud Intact Wood Beige O.OO± 010 NEG -0.2 ± 0.6 0.0 ± 0 I 1.0 2/27/98 

100 32 481 35 I Hall-I D Door Door Intact Wood Beige 0.38 ± 0 51 NEG 0.9 ± 0 4 04±05 7.3 2/27/98 

101 32 482 35 I Hall-I D Door Casmg Intact Wood Beige 031 ± 0 38 NEG 0.2 ± 0.4 03 ± 0.4 5.3 2/27/98 

102 32 483 35 I Hall-I A Door Door Intact Wood Beige 0.74 ± 0 63 NEG 0.6 ± 0.4 0.7 ± 0.6 7.9 2/27/98 

103 32 484 35 I Hall-I A Door Casing Intact Wood Beige 0.46± 0.53 NEG 0.1 ± 0.4 0.5 ± 0.5 70 2/27/98 

104 32 485 35 I Hall-I B Door Door Intact Wood Beige 0.62 ± 0.54 NEG 1.0 ± 0.4 06 ± 0.5 704 2/27/98 

105 32 486 35 I Hall-I B Door Casing Intact Wood Beige 078 ± 0.50 NEG 05 ± 0.3 05±03 10.0 2/27/98 

106 32 487 35 1 Hall-2 A Wall-Upr Walll Intact Drywall Beige 0.88 ± 0.56 POS 1.3 ± 0.4 1.3 ± 0.4 10.0 2/27/98 

107 32 488 35 1 Hall-2 B Wall-Upr Walll Intact Drywall Beige 0.86± 0.55 POS 1.7 ± 0.4 1.7 ± 0.4 10.0 2127/98 

108 32 489 35 1 Hall-2 C Wall-Upr Wan Intact Drywall Beige 0.53 ± 0.34 POS 1.1 ± 0.3 1.1 ± 0.3 7.4 2127/98 

109 32 490 35 I Hall-2 D Wall-Upr Wall Intact Drywall Beige 062 ± 0040 NEG 0.7 ± 0.4 0.7 ± 0.4 10.0 2/27/98 

110 32 491 35 I Hall-2 0 CabIDet Door-Out Intact Wood Beige 035±031 NEG 0.6 ± 0.4 0.4 ± 0.3 4.7 2/27/98 

III 32 492 35 I Hall-2 D Cabinet Shelf Intact Wood Beige 0.02 ± 0.23 NEG -0.6 ± 0 7 O.O± 0 2 1.2 2/27/98 

112 32 493 35 I Hall-2 C Wall-Lwr Wall Intact Wood Beige 0.19±032 NEG 1.0 ± 0 5 0.2 ± 0 3 47 2/27/98 

113 32 494 35 I Hall-2 B Wall-Lwr Wall Intact Wood Beige 071 ±0.46 NEG 06±03 06±03 100 2/27/98 

114 32 495 35 1 Hall-2 A Wall-I.wr Walll Intact Wood Beige 0.60± 0.39 POS 1.3 ± 0.3 1.3 ± 0.3 10.0 2127/98 

115 32 496 35 1 Hall-2 A Wall-Lwr Basebo,ud Intact Wood Beige 0.71 ±0.54 POS 2.5 ± 0.7 2.5 ± 0.7 10.0 2/27198 

116 32 497 35 I Hall-2 A Floor Floor Intact Wood Varnish 0.00 ± 010 NEG -02 ± 0 7 OO±O.I 10 2/27/98 

117 32 498 35 I Hall-2 B Wall-Lwr Wall-Rgstr Intact Metal Beige 042 ± 0.32 NEG 0.5 ± 0 5 0.4 ± 0 3 54 2/27/98 

118 32 499 35 I Hall-3 A Door Door Intact Wood Beige 011 ± 010 NEG -07 ± 0 6 01 ± 0 I 6.2 2/27/98 

119 32 500 35 I Hall-3 A Door Casing Intact Wood Beige 0.07 ± 0.10 NEG -0.5 ± 0 7 -05±0.7 10.0 2/27/98 

120 32 501 35 I Hall-3 C Wall Wall Intact Drywall Beige 003 ± 010 NEG ·0 I ± 0.6 00±01 3 I 2/27/98 

121 32 502 35 I Hall-3 C Wall Eke-Pane! Intact Metal Grav 001 ± 010 NEG 03 ± 0.9 00±01 1.0 2/27/98 

122 32 503 35 I Hall-3 C Door Door Intact Wood Beige 002 ± 017 NEG -0.4 ± 0 6 00±02 10 2/27/98 

123 32 504 35 I Hall-3 0 Door Jamb Intact Wood BeIge 002 ± 0 34 NEG -0.5 ± 0.7 00±03 \.I 2/27/98 

124 32 505 35 1 Hall-3 A Closet Closet-Wall Intact Drywall Beige OOO±O 10 NEG 00±06 O.O± 0 I 10 2/27/98 

125 32 506 35 I Hall-3 B Closet Closet-Wall Intact Drywall Beige OOO±O.IO NEG 01 ± 0.7 0.0 ± 0.1 1.0 2/27/98 

126 32 507 35 1 Hall-3 D Closet Closet-Wall Intact Drywall Beige 007 ± 010 NEG -0.3 ± 0.7 -03 ± 0 7 100 2/27/98 

127 32 508 35 I Hall-3 C Closet Closet-Door Intact Wood Beige OOO±O.IO NEG -02±07 00 ± 0.1 10 2127/98 

128 32 509 35 1 Hall-3 C Closet Closet-Csng Intact Wood Beige OOO±O.IO NEG -0.2 ± 0.6 00±01 10 2/27/98 

129 32 510 35 I Hall-3 0 Closet Baseboard Intact Wood Beige 000±01O NEG -04±06 OO± 0.1 10 2127/98 

130 32 511 35 I Hall-3 A Closet Shelf Intact Wood Beige 0.00 ± 010 NEG 0.0 ± 0.6 00 ± 0.1 10 2/27/98 

131 32 512 35 1 Porch-I A Porch-I Columns Peeling Wood White 4.27 ± 1.83 POS 26.8±3.4 26.8±3.4 5.6 2127/98 

132 32 513 35 1 Porch-I A Door-1 Casing Peeling Wood White »5.0 ± 1.00 POS 24.1 ± 3.3 24.1 ± 3.3 55 2127/98 
133 32 514 I Porch-I A Wall Wall Peeling Wood White 000±01O NEG 1.\±04 00±01 2/27/98 
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134 32 515 35 1 Porcb-l B Wall Wall Intact Masonite Wbite »5.0 ± 1.00 I'OS 6.4 ± 2.2 6.4 ± 2.2 6.9 2127/98 
135 32 516 35 I Por,eh-I C Walll Wall Intact Masomte White 1)00±010 NEG .1) 2 10 0 7 O.O± 0.1 1.0 2/27/98 
136 32 51'7 35 1 Porch-l D Wall Wall Intact Masonite White 3.79 ± 2.31 POS '7.4±2.2 7.4 ± 2.2 4.9 2127/98 
137 32 51:! 35 I Por,eh-l C Doolr Door Peeling Wood White 003 ± 0.31 NEG -1.0 ± 0.6 00 ± 0.3 13 2/27/98 
138 32 519 35 I Por,eh-I C Door Casing Intact Wood White 0.01 ± 0.29 NEG 0.1 ± 0.7 00 ± 0.3 10 2/27/98 
139 12 520 35 I Por,eh-I C Elec-conduit Pipes Intact Metal White 0.04 ± 0.10 NEG 0.5 ± 0 6 OO± 0.1 1.2 2/27/98 
140 32 521 35 1 Porch-l B Doolr Casing Peeling Wood White »5.0 ± 1.00 I'OS lito ± 3.1 1I8.0± 3.1 5.7 2127/98 
141 3Z 521 35 1 Porch-l B Doolr Door Peeling Wood White .3.39 ± 1.12 I'OS ,'-5± 1.2 3.4 ± 1.1 2.3 U27/98 
142 32 523 35 I Por,eh-I B Clost:t Closet-Wall Intact Drywall White O.OO± 010 NEG 02 ± 0.6 0.0 ± 0 I 10 2/27198 
143 l2 524 35 I Por'eh-I C Closet Closet-Wall Intact Drywall White 005 ± 0.25 NEG 0.1 ± 0.7 01 ± 0.3 38 2127/98 
144 32 52:5 35 I Por,eh-I D Clost:t Closet-Wall Intact Drywall White O.OO±O 10 NEG -0.3 ± 0.7 00±01 10 2127198 
145 32 526 35 I Por'eh-I A Closet Closet-Door Intact Wood White 000±01O NEG -0.1 ±0.6 OO± 0.1 1.0 2/27/98 
146 32 527 35 I Por,eh-I D Clost:t Closet-Csng Intact Wood White 0.15±0.1O NEG .0.1 ±0.7 ·0.1 ± 0.7 110.0 2/27198 
147 J2 52:! 35 1 Por,eh·1 D Clost:t Baseboard Intact Wood White OOO±O.IO NEG ·0.1 ±0.5 00 ± 0.1 1.0 2127/98 
148 32 529 35 I Por,eh-2 A Walil Wall Intact Wood White OOO± 0.11 NEG -0.6± 0.7 O.O± 0 I 1.0 2/27/98 
149 32 530 35 I Por'ch-2 B Wall Wall Intact Wood White OOO±O.IO NEG -0.3 ± 0.6 O.O± 0.1 1.0 2/27/98 
150 32 531 35 I Porlch-2 C Walli Wall Intact Wood White 0.00 ± 0.10 NEG -0.3 ± 0.5 O.O±O I 1.0 2/27/98 
151 32 53:1 35 1 Porch-2 D Wall Wall Intact Masonite White >:>5.0 ± 1.00 I'OS 1O.9±2.4 110.9 ± 2.4 4.4 2127198 
152 3:2 53:1 35 I Porch-2 D Door .. 1 Door Intact Wood White >:>5.0 ± 1.00 I'OS 1!~.8 ± 3.0 119.8±3.0 3.1 2127198 
153 J2 53" 35 I Porch-2 0 Door .. 2 Door Peeling Wood White >:>5.0± 1.00 I'OS 2o.o±3.2 ;to.O ± 3.2 4.7 2127198 
154 3:2 53~; 35 I Porch-2 0 Door .. 2 Jamb Peeling Wood White >:>5.0 ± 1.00 I'OS 2:5.3 ± 3.1 :t5.3 ± 3.1 4.5 U27198 
155 3:2 5311 35 I Porcb-2 D Door .. 3 Jamb Peeling Wood White >:>5.0± 1.00 I'OS 2,1.6 ± 3.3 :t4.6±3.3 3.1 U27198 
156 3:2 53" 35 1 Porch-2 A Porch Columns Fair Wood White >:>5.0 ± 1.00 I'OS 2if;.5 ± 3.4 :t6.5±3.4 3.8 :2127198 
157 3:2 5311 35 1 Por,ch-2 A Ooolr Casing Peeling Wood White >:>5.0 ± 1.00 I'OS 2"-2 ± 3.3 :t4.2 ± 3.3 2.9 :2/27198 
158 3:Z 53~' 35 1 Porch-2 A Elec-coflld oit Pipes Fair Metal White >:>5.0 ± 1.00 I'OS 1O.6± 2.7 110.6 ± 2.7 4.1 :2127/98 
159 32 540 35 I Outside A Ext Wall Wall Fair Masonite White 0.15 ± 0.10 NEG -0.7±06 .. 07 ± 0.6 W.O 2127/98 
160 32 541 35 I Outside A Garage Door Casing Peeling Wood White 0.05 ± 0.10 NEG 0.2 ± 0.5 0.1 ± 0 I 1.0 2/27/98 
161 32 542 35 I Outside A Garage Door Intact Vinyl White 0.00 ± 0.10 NEG -0.5 ± 0.8 O.O±O.I 10 2127/98 
162 32 543 35 I Outside D Ext Wall Wall Intact Masonite White om ± 0.10 NEG 0.0 ± 0.8 00±01 1.0 2/27/98 
163 3:Z 544 35 1 Outside A Porch-2 Wall Intact Wood White 0.40±0.10 I'OS It6±2.4 8.6±2.4 110.0 U27198 
164 3:Z 54!; 35 1 Outside B Porch-2 Trim-Upr Intact Wood Green >:>5.0 ± 1.00 I'OS 2'~.0± 3.6 29.0±3.6 6.1 :!127198 
165 3:2 541; 35 1 Outside B Door Jamb Intact Wood Green >;>5.0 ± 1.00 I'OS 3:l.0±3.7 ,13.0 ± 3.7 4.5 :zJ27198 
166 32 547 35 I Outside B Porch .. 2 Threshold Peehng Concrete Gray 002 ± 0.10 NEG 0.2 ± 0.8 O.O± 01 1.0 2/27/98 
167 3:2 5411 35 1 Outside C Porch-2 Trim-Lwr Intact Wood White O.IO± 0.10 I'OS '7.8 ± 2.1 7.8±2.1 3.8 U27/98 
168 32 54S. 35 I OutsIde C Ext W.all Wall Intact Masonite White 001 ± 0.10 NEG -0.3 ± 0 8 OO± 0.1 1.0 2/27/98 
169 3:2 550 35 1 Outside C Window Casing Peeling Wood White 4.14 ± 1.96 I'OS 3:!'0±3.7 n.0±3.7 5.0 2127/98 
170 32 551! 35 I Outside C Window Casing Peeling Wood Green 063 ± 0.41 NEG o I ± 0.3 01 ± 0.3 10.0 2/27/98 
171 32 552 35 I Outside C Wall Downspout Fair Metal White 0.09 ± 0.10 NEG 0.3 ± 0 8 03±08 100 2/27/98 
172 3:! 5531 35 1 Outside C Ext Wall Elec-condui Fair Metal White :1.89 ± 2.21 I'OS ILl ± 2.8 111.1 ± 2.8 9.8 2127/98 
173 3:! 5541 35 1 Outside C House Elec-Panel Fair Metal White :2.21 ± 2.01 I'OS 21.0 ± 3.2 21.0 ± 3.2 110.0 :zJ27198 
174 3:! 55!; 35 1 Outside C Wind<tw Awning Peeling Metal White :2.74 ± 1.06 I'OS ;1.2 ± 1.0 2.7 ± 1.1 3.8 :zJ27198 
175 32 556 35 I Outside A Porch .. I Awning Peeling Metal White 0.00 ± 0.10 NEG 0.1 ±0.6 O.O± 0.1 10 2/27/98 
176 32 551' 35 I Outside A Porch·· 1 Threshold Peeling Wood Gray 038 ± 0.28 INCOM 06 ± 0.7 0.4 ± 0.3 2.2 2/27/98 
177 32 558 35 1 Outside A Porch .. I Threshold Peehng Wood Gray 0.58 ± 0 20 NEG 07±04 0.6 ± 0 2 27 2/27/98 
178 32 559 35 I Outside A Porch .. I Wall-Lwr Fair Wood White OOO±O.13 NEG -05 ± 0.6 00±01 10 2/27/98 
179 3:t 560 35 1 Outside A Porch-l Wall-Lwr Fair Wood Green >:>5.0:± 1.00 I'OS 2:5.9 ± 3.2 :~5.9 ± 3.2 6.3 U27198 
180 3:t 561 35 1 Outside A Porch-I Columns Fair Wood White >:>5.0± 1.00 I'OS l1.5± 3.5 ,11.5 ± 3.5 110.0 :!127198 
181 32 562 35 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0 0 OO±OO 0.0 2/21198 
182 n 5631 35 1 Caliblrate-l Calibrilte Calibrate 1.00 ± 0.11 I'OS O.l± 0.5 1.0 ± 0.1 1.0 2127198 
183 n 5641 35 1 Calibnte-2 Calibr:lte Calibrate 1.06 ± 0.23 I'OS 0.8± 0.5 1.1 ± 0.2 2.2 :tl27198 
184 32 133 3 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0 0 0.0 ± 0 0 0.0 3/2/98 
185 n 1341 3 1 Calibnte-l Calibr:lte Calibrate 0.96 ± 0.11 I'OS 0.5± 0.5 1.0 ± 0.2 1.0 312198 
86 32 1351 3 1 Caliblrate-2 Calibute Calibrate 1.14 ± 0.25 I'OS 0.4 ± O.S 1.1 ± 0.2 2.4 l12198 
87 3~~ lJ~; 3 1 Room-l C Ceilin'g Ceiling Intact Drywall Beige 0.96± 0.60 I'OS l.0± 0.5 1.0 ± 0.6 7.S 312198 
88 n 137 3 1 Room-I C Walll Crown Mold Intact Wood Beige 0.92 ± 0.58 I'OS 1.5± O.l 1.5 ± 0.4 110.0 l/2l98 
89 32 Il~1 3 I Halll-I A Walll Crown Mold Intact Wood Beige 0.52 ± 0.l3 I'OS 11.4 ± 0.3 1.4 ± 0.4 1.0.0 3/2198 
90 n Il91 3 1 lIalll-1 A Ceiling Ceiling Intact Drywall Beige 1.24 ± 0.84 I'OS 0.9± 0.5 1.2 ± 0.8 1:0.0 l12198 
91 n 140 3 1 Porc;h-I A Porch-I Ceiling Intact Wood White 4.19 ± 1.91 I'OS 10.3 ± 4.3 10.l ±4.2 3.6 312198 
92 3l~ 141 3 1 Room-2 D Ceiling Ceiling Intact Drywall Beige 1.26 ± 0.58 I'OS 1I.2±0.6 1.3 ± 0.6 6.5 312198 
93 32 142 3 I Room-2 D Wall Crown Mold Intact Wood BeIge 0.45 ± 0.29 NEG 0.9 ± 0.3 0.9 ± 0 4 10.0 3/2198 
94 32 143 3 I Kitchen- B Ceiling Ceiling Intact Drywall Beige 0.05 ± 010 NEG -O.7± 0 8 0.0 ± 0 2 4.6 3/2/98 
95 32 144 3 I Hall-2 B Ceiling Ceihng Intact Drywall Beige OOO±O.IO NEG -04 ± 0.8 O.O± 0 2 10 3/2/98 
96 3-' 145 3 I Hall-2 B Closet CeIling Intact Drywall BeIge 0.00 ± 010 NEG -03 ± 0.8 0.0 ± 0 2 1.0 3/2/98 ,. 
97 3-' 146 3 1 Bath-I D Ceiling Ceiling Intact Drywall BeIge 026 ± 0.38 NEG 0.3 ± 0 6 03±04 46 3/2/98 ,. 
98 3-' 147 3 I Room-3 B Ceiling Ceiling Intact Drywall Beige O.12±025 NEG -O6±0.7 0.1 ± 0 2 6.7 3/2/98 ,. 
99 3-' 148 3 I Room-3 B Wall Crown Mold Intact Wood BeIge o IO±O.IO NEG O.O± 06 0.0 ± 0 6 100 3/2/98 ,. 
00 3-' 149 3 I Room-3 B Closet Ceiling Intact Drywall Beige 009±010 NEG -02 ± 0 7 ·02 ± 06 100 3/2/98 ,. 
n 32: 150 3 1 lIal:l-3 B Ceiling Ceiling Intact Drywall Beige 0.S8± 0.36 I'OS 1.2 ± 0.3 1.2 ± 0.4 110.0 3/2198 

683 
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102 32 151 :3 1 Porch-2 C Poreh-2 Ceiling Inta.:t Wood White 3.47 ± 2.63 I~OS 7.4 ± 2.2 7.4 ± 2.2 5.1 3/2/98 

!O3 32 152 3 I Porch-2 A Closel Ceiling Intact Wood Beige OOO±O.IO NEG 03±08 00±0.2 1.0 3/2198 

!O4 32 153 3 2 Room-I C Ceiling Ceiling Inta<:1 Drywall Beige 0.14 ± 0 35 NEG ·02 ± 0 8 01±0.4 5.7 3/2/98 

!OS 32 154 3 2 Room-I C Wall Crown Mold Intact Wood Beige 003 ± 0.26 NEG 03±07 00 ± 0.2 2.8 3/2198 

!O6 32 15:5 3 2 Room-I A Closet Ceiling Intact Drywall Beige 0.09 ± 0.41 NEG 03 ± 0.7 01 ± 0.4 3.5 3/2/98 
lO7 32 1515 3 2 Room-2 C Ceiling Ceiling Inta<:t Drywall Beige 0.00 ± 010 NEG -04 ± 0.9 0.0 ± 0.2 1.0 3/2/98 
lO8 32 15'7 J 2 Room-2 C Wall Crown Mold Intaci Wood Beige 0.05 ± 010 NEG 0.4 ± 0.5 0.1 ± 0.2 7.7 3/2/98 

209 32 15:8 3 2 Room-2 A Closet-2 Ceiling Intact Drywall Beige o 18±0.37 NEG 0.3 ± 0.6 0.2 ± 0.4 4.3 3/2/98 
210 32 15'9 3 2 Room-3 C Closet-1 Ceiling Inta<:1 Drywall Beige 0.22 ± 0.29 NEG 0.3 ± 0.4 02 ± 0.2 7.6 3/2/98 
211 32 160 3 2 Room-3 A Ceiling Ceiling Intaci Drywall Beige 000±01O NEG .0.1 ± 0 8 00±02 10 312198 

212 32 161 3 2 Room-3 A Wall Crown Mold Intact Wood Beige 0.02 ± 010 NEG 0.7 ± 0.6 O.O± 0.2 40 3/2/98 
213 32 162 3 2 Bath-2 C Ceiling Ceiling Intaci Drywall Beige 068 ± 0.47 NEG 0.8 ± 05 0.7 ± 0.4 64 3/2/98 
214 32 163 3 2 Bath-3 C Ceiling Ceiling Intact Drywall Beige 0.05 ± 0 30 NEG 02 ± 0.8 00±02 2.8 3/2/98 

215 32 16·~ .3 Z Hall-4 D Ceiling Ceiling Inta.:t Hrywall Beige J.30± 0.78 IPOS 1.1 ± 0.5 1.0± 0.6 8.8 l/2/98 
216 32 165 3 2 Hall-4 B Closet Ceiling Inta<:t Drywall Beige 0.01 ± 019 NEG 0.3 ± 0.8 OO± 0.2 10 312198 

217 32 1615 3 2 Shutter Cal-I Calibrate Calibrate OOO±OOO 00 ± 0.0 O.O± 0.0 00 3/2/98 

218 32 167 .3 2 Calibrate-I Calibrate Calibrate 0.99 ± O.ll IWS 0.4±0.5 1.0± 0.2 1.0 3/2/98 

219 32 16:8 l 2 Calibrate-2 Calibrate Calibrate 1.17 ± 0.25 I~OS 0.8 ±0.5 1.2 ± 0.2 2.4 3/2/98 

220 32 16~~ .3 2 Calibrate-3 Calibrate Calibrate 1.06 ± 0.23 IWS 0.3 ± 0.5 1.1 ± 0.2 2.2 3/2/98 

221 32 I 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 00 2/27/98 

222 32 2 .3 2 Calibrate-l Calibrate Calibrate 0.98 ± 0.13 lWS 0.6±0.5 1.0 ± 0.2 1.0 2/27/98 

223 32 3 .3 2 Calibrate-2 Calibrate Calibrate 1.01 ±0.21 lWS 0.6 ± 0.5 1.0*0.2 2.1 2/27/98 

224 32 4 3 2 Room-3 A Wall-Upr Wall Inta<:1 Drywall Beige 0.06 ± 0.32 NEG 03 ± 0.7 01±0.4 3.S 2/27/98 

225 32 5 3 2 Room-3 B Wall-Upr Wall Intact Drywall Beige 0.02 ± 0 30 NEG 0.1 ± 0.9 0.0 ± 0.4 17 2/27/98 

226 32 6 3 2 Room-3 C Wall-Upr Wall Inta<:t Drywall Beige 0.00 ± 0.10 NEG -0.5 ± 0.9 00±02 1.0 2/27/98 

227 32 7 3 2 Room-3 D Wall-Upr Wall Intact Drywall Beige 014 ± 0.29 NEG 0.1 ± 0.7 01 ± 0.2 6.6 2127/98 

228 32 8 3 2 Room-3 D Wall-Lwr Wall Inta<:1 Wood Beige 001 ± 0.20 NEG -0.5 ± 0.8 0.0 ± 0.2 1.0 2/27/98 

229 32 9 3 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 002 ± 0.10 NEG -04 ± 0 8 00±02 3.4 2127/98 

230 32 \CI 3 2 Room-3 B Wall-Lwr Wall Inta<:t Wood Beige 0.01 ± 0.15 NEG -05 ± 0.9 OO± 0.2 10 2/27/98 

231 32 II 3 2 Room-3 A Wall-Lwr Wall Intaci Wood Beige 0.02 ± 0.25 NEG 0.1 ± 0.8 0.0 ± 0.2 \.8 2/27/98 

232 32 12' :3 2 Room-3 A Wall Chair-rail Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.8 0.0 ± 0.2 10 2/27/98 

233 32 n 3 2 Room-3 A Wall Baseboard Intact Wood Beige 0.08 ± 0.10 NEG 0.5 ± 0 3 0.5 ± 0.4 10.0 2/27/98 

234 32 14 .3 2 Room-3 A Floor Floor Intact Wood Varnish OOO±O 10 NEG 0.0 ± 0 8 00 ± 0.2 1.0 2/27/98 

235 32 15 3 2 Room-3 A Door-I Door Inlact Wood Beige 024 ± 0.55 NEG -0.1 ±06 -0.1 ±0.6 5.4 2/21/98 

236 32 16 .l 2 Room-3 0 000r-3 Door Intact Wood Beige 0.32 ± 0.26 NEG 02 ± 0.5 03±0.2 4 I 2127/98 

237 32 17 3 2 Room-3 D Door-4 Door Inla,:t Wood Beige 059±0.37 NEG 0.4 ± 0 3 0.4 ± 0 2 8.6 2127/98 

238 32 u: 3 2 Room-3 D Door-2 Casing Intact Wood Beige 0.19 ± 0.54 NEG -03 ± 0 7 02 ± 0.6 46 2127/98 

239 32 I~I .3 2 Room-3 B Window-I Siool Inla<:1 Wood Beige 016±030 NEG 0.2 ± 0.9 0.2 ± 0 2 79 2/27/98 

240 32 20 :3 2 Room-l B Window-2 Sash Inta.:t Wood Beige 0.47 ± 0.24 I~OS 1.6 ± 0.4 1.6± 0.4 6.4 2/27/98 

241 32 21 :3 2 Room-3 C Closel-I Door Intact Wood Beige 0.23 ± 0.27 NEG 08 ± 0.5 0.2 ± 0.2 3.7 2/27/98 

242 32 22 3 2 Room-3 C Closel-I Casing Intact Wood Beige 0.36 ± 0 22 NEG 0.2 ± 0.6 0.4 ± 0.2 2.6 2/27/98 

243 32 23 .3 2 Room-3 A Closet-2 Baseboard Inta<:t Wood Beige 004±01O NEG 03±06 00±02 5.6 2/27/98 

244 32 24 3 2 Room-3 A Closel-2 Shelf Inta<:t Wood Beige 0.43 ± 0 36 NEG 0.1 ± 0.6 0.1 ± 0.6 10.0 2/27/98 

245 32 25 3 2 Room-3 A Closet-2 Wall Intact Drywall Beige O\O±025 NEG 00 ± 0.8 0.1 ± 0.2 6.5 2/27/98 

246 32 26 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 003 ± 0 26 NEG -04 ± 0.8 0.0 ± 0.2 2.4 2/27/98 

247 32 27 3 2 Room-3 C Closet-I Wall Intact Drywall Beige 0.08 ± 0 47 NEG 02 ± 0.9 0.1 ± 0.4 2.9 2/27/98 

248 32 28: .l 2 Room-3 D Closet-I Wall Inta<:t Drywall Beige 003 ± 0 29 NEG 0.6 ± 07 O.O± 0 2 2.2 2/27/98 

249 32 2~1 3 2 Room-3 D Closet-I Hanger-rod Intact Metal Beige 0.03 ± 0.20 NEG 03±08 0.0 ± 0.2 2.6 2/27/98 

250 32 30 .l 2 Bath-2 A Wall Wall Paper Intact Drywall Beige 006 ± 0 25 NEG 0.1 ± 0.8 0.1 ±02 1.8 2/27/98 

251 32 31 .3 2 Bath-2 B Wall Wall Paper Intact Drywall Beige 0.16±052 NEG 0.1 ± 0.7 0.2 ± 0.6 4.0 2/27/98 

252 32 32: 3 2 Bath-2 C Wall Wall Paper Intaci Drywall Beige o 19±0.54 NEG -02 ± 0 7 02 ± 0.6 50 2/27/98 

253 32 33 3 2 Bath-2 D Wall Wall Paper Intact Drywall Beige 013 ± 0 59 NEG -04 ± 0.8 0.1 ± 06 3.3 2/27/98 

254 32 341 3 2 Bath-2 B Door Door Inta.:t Wood Beige 0.2l ± 0.43 I~OS 2.2 ± 0.6 2.2 ± 0.6 6.2 2/27/98 

255 32 3~i .3 2 Bath-2 B Door Casing Intact Wood Beige 1.80* 1.30 IWS 2.4 ± 0.7 2.4 ± 0.8 10.0 2/27/98 

256 32 36 3 2 Bath-2 C Window Siool Intact Wood Beige 0.12 ± 0.31 NEG 0.6 ± 0 6 01±0.4 3.4 2/27/98 

257 32 3i' .3 2 Batb-2 C Window Sash Inta.:t Wood Beige 0.46 ± 0.74 I~OS 2.7 ± 0.8 2.7 ± 0_8 6.4 2/27/98 

258 32 38 3 2 Bath-2 0 Cabmel Door-Oul Intaci Wood Beige 000 ± 0.10 NEG -1.\ ± 0.8 00 ± 0.2 10 2127/98 

259 32 39 3 2 Bath-2 0 Cabinet Inside Intact Wood Beige OOO±O.IO NEG -0.5 ± 0.7 0.0 ± 0.2 1.0 2127198 

260 32 40 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 015±0.18 NEG 05±04 01 ± 0.2 79 2/27/98 

261 32 41 3 2 Bath-3 A Wall Wall Paper Intact Drywall Beige 036 ± 0.43 NEG 03 ± 0.5 04±OA 7.8 2/27/98 

262 32 42 3 2 Balh-3 B Wall Wall Paper Inlacl Drywall Beige 018 ± 0.42 NEG 0.1 ± 09 0.2 ± 0.4 60 2/27/98 

263 32 43, 3 2 Bath-3 C Wall Wall Paper Intact Drywall Beige 0.05 ± 0 24 NEG -03 ± 0.8 01 ± 0.2 16 2/27/98 

264 32 44 .3 2 Bath-3 D Wall Wall Paper Intact Drywall BeIge 0.24 ± 0.53 NEG -04 ± 0 6 -0.4 ± 0 6 5.8 2/27/98 

265 32 45 3 2 Bath-3 A Door Door Inlact Wood Beige o 16±047 NEG 01 ± 0.6 02±04 40 2127/98 

266 32 46 3 2 Bath-3 A Door Casmg Inta<:t Wood Beige 0.08 ± 010 NEG -0.2 ± 0 8 01±02 63 2/27/98 

267 32 47 3 2 Bath-3 0 Wmdow Siool Inlaci Wood BeIge 0.09 ± 0 36 NEG 03±06 01 ± 0 4 42 2127/98 *14 

268 32 4B: .3 2 Bath-l 0 Window Sash Inta"t Wood Beige 0.33 ± 0.24 l~OS 1.8 ± 0.6 1.8 ± 0.6 l.8 2/27/98 

269 32 49' 2 Bath-3 B Cabinet Door-Oul Inlacl Wood Beige 0.00 ± 010 NEG -0.2 ± 0 8 0.0 ± 0.2 '127/98 



Site: 32 Date: 2/27/98 
Ranges (NEG<INC<POS): Device PCS 

I'aln( Page 5 

No Site XUlo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES PbK Com boned DI Date Note 
270 32 50 :I 2 Bath-3 B Cabonet Inside Intact Wood Beige O.OO±O 10 NEG -04 ± 08 0,0 ± 0.2 10 2/27/98 
271 32 51 21 2 "all-4 A Wail-lipr Wall Intact Drywall Beige 0.22 ± 0.93 POS 7.0± 2.8 7.0 ± 2.8 4.4 U27198 
272 32 52 " 2 lIall-4 B WalHJpr Wa1l Intact Drywa1l Beige 1.010100.73 F'OS 2.6± 0.8 2.6 ± 0.8 10.0 U27198 
273 32 53 ;1 2 Hall-4 C Wall-lJpr Wall Intact Drywall Beige 0.93± 0.74 P'OS 3.5 ± 1.3 3.5 ± 1.2 10.0 U27/98 
274 32 54 ;1 2 Ha1l-4 D Wall-Upr Wall lotaci Drywall Beige 0.51 ± 0.46 P'OS 2.4 ± 0.7 2.4± 0.8 9.0 2127198 
275 32 55 " 2 Hall-4 D Wall-Lwr Wall Intact Wood Beige 048 ± 0.31 NEG 08±03 0.8 ± 0 4 100 m7/98 
276 32 S6 :I 2 Hall-4 C Wall-Lwr Wall Intact Wood Beige 026 ± 018 NEG 0.7 ± 0.3 07 ± OA 100 2/27/98 
277 32 57 J 2 Hall-4 B Wall-Lwr Wall Intact Wood Beige 0.40±0.28 P'OS 2.0± 0.5 2.0± 0.6 10.0 U27198 
278 32 58 ;1 2 "all-4 A Wall-Lwr Wall Intact Wood Beige 1.10 ± 0.75 P'OS 1.0± 0.5 1.00100.6 10.0 :!127198 
279 32 59 " 2 Hall-4 A Wall Chair-rail Intact Wood Beige 023 ± OA3 I\IEG 07010 0.5 0.2 ± OA 63 2/27/98 
280 32 60 ;1 2 lIall-4 A Wall Baseboard Intact Wood Beige 0.23 ±0.30 P'OS 1.3 ±0.3 1.3 010 0.4 7.3 :tl27198 
281 32 61 :I 2 Hall-4 A Floor Floor Intact Wood Varnish 0.06±0.10 I\IEG 03 ± 0.9 01 ±0.2 3.7 2/27/98 
282 32 62 :I 2 Hall-4 A Floor Flr-Regstr Intact Metal Gray 0.08010020 I\IEG -04 ± L2 0.1 ± 0.2 19 2/27/98 
283 32 63 ;1 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 0.91 ± 0.56 P'OS 1.3 ± 0.3 1.3 ± 0.4 10.0 U27198 
284 32 64 :I 2 Hall-4 A Cabinet Inside Intact Wood Beige om ± 0.26 I\IEG -06 ± 0 7 0001002 1.0 2127/98 
285 32 65 ;1 2 Hall-4 B Closet Door Intact Wood Beige 0.74 ± 0.38 P'OS 1.0 ± 0.3 1.0 ±0.4 8.4 ,tI27198 
286 32 66 :I 2 Hall-4 B Closet Casing Intact Wood Beige 0.69 ± OAO NEG 0.8 ± 0 5 07 ± OA 5.1 2/27/98 
287 32 67 :I 2 Hall-4 D Closet Baseboard Intact Wood Beige 0.19 ± OA5 NEG 0.7 ± 0 5 02 ± OA S.3 2/27/98 
288 32 68 :I 2 Hall-4 D Closet Shelf Intact Wood Beige 002 ± 0.13 I\IEG -02 ± 0 8 00 ± 0.2 10 2/27/98 
289 32 69 3 2 Hall-4 D Closet Hanger-rod Intact Metal Beige 0.21 ± 0 30 NEG -03 ± 0.9 0.2 ± 0 2 7.7 2/27/98 
290 32 70 3 2 Hall-4 A Closet Wall Intact Drywall Beige 001±O.l8 I\IEG 04±07 00 ± 0.2 10 2/27/98 
291 32 71 3 2 Hall-4 B Closet Wall Intact Drywall Beige 002 ± 0.30 NEG 00 ± 0.8 0.0 ± 0 2 1.6 2/27/98 
292 32 72 3 2 Hall-4 C Closet Wall Intact Drywall Beige 002 ± 0 10 NEG -02 ± 0 7 0.0 ± 0.2 40 m7/98 
293 32 73 3 2 Hall-4 D Closet Wall Intact Drywall Beige 012 ± 0.26 I\IEG -0.3 ± 0 7 01±02 64 W7/98 
294 31 74 31 2 Hall-4 B Stairs WallCasing Intact Wood Beige 0.380100.25 P'OS 1.1 ± 0.3 1.1 ± 0.4 10.0 ,tl27198 *12 
295 31 75 31 2 Oall-4 B Door Ovrhd-Door Intact Wood Beige 1.02 ± 0.69 P'OS 0.4 ± 0.5 1.0 ± 0.6 10.0 lt127198 
296 32 76 2 Hall-4 B Casing Ovrhd-Door Intact Wood Beige 0.61 ± OA2 I\IEG 0.8 ± 0 5 0.6 ± OA 5.7 2/27/98 
297 32 77 31 2 Oall-4 B Ceil-regist Casing Intact Wood Beige 3.12± 2.98 P'OS 3.2 * 1.1 3.2 ± 1.2 10.0 ltl27198 
298 32 78 3 2 Room-I A Wall·Upr Wall Intact Drywall Beige 0.06 ± 0.23 I\IEG -0 I ± 0.6 0.1 ± 0 2 4.7 2/27/98 
299 32 79 l' -' 2 Room-I B Wall-Upr Wall Intact Drywall Beige 0010100.21 I\IEG 0.1 ±0.8 0.0 ± 0.2 10 2127198 
300 32 80 l' 2 Room-I C Wall-Upr Wall Intact Drywall Beige 006±021 NEG 02 ± 0.7 0.1 ±0.2 50 2127/98 -' 
301 32 81 3, 2 Room-I D Wall-Upr Wall Intact Drywall Beige 0.00 ± 010 NEG 0.0 ± 0.8 00 ± 0.2 1.0 2/27/98 '13 
302 32 82 3: 2 Room-I C Door-I Door Intact Wood Beige 040 ± 0 39 I\IEG OS±05 04±04 5.6 2/27/98 *11 
303 32 83 3, 2 Room-I C Door-2 Casing Intact Wood Beige 039 ± 0.32 NEG -07 ± 0.6 -07 ± 0.6 10.0 2/27/98 
304 32 84 3: 2 Room-I D Wmdow-2 Stool Intact Wood Beige OOO±O.IO NEG -0.1 ± 0 8 00±02 1.0 2/27/98 '10 
305 32 85 31 2 Room-I D Window-2 Sash Intact Wood Beige 0.64± 0.32 F'OS 1.4 ± 0.3 1.4 ± 0.4 7.S ,tl27198 
306 32 86 3: 2 Room· I A Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 I\IEG -07 ± 0.8 0.0 ± 0.2 1.0 2/27/98 
307 32 87 3: 2 Room-I B Wall·Lwr Wall Intact Wood Beige 004±O.lO NEG -0.5 ± 0.9 0.00100.2 56 2/27/98 
308 32 88 3 2 Room-I C Wall-Lwr Wall Intact Wood Beige 014±01O NEG -02±06 -03010 0 6 100 2/27198 
309 32 89 3 2 Room-I D Wall·Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -OA ± 0.8 00±02 1.0 2/27/98 
310 32 90 3, 2 Room-I D Wall Chair-rail Intact Wood Beige 004 ± 0.34 I\IEG OA ± 0 8 0.0 ± 0 4 23 2/27/98 
311 32 91 3 2 Room-I D Wall Baseboard Intact Wood Beige 0.03 ± 0.28 I\IEG -0 I 010 0.9 00 ± 0.2 14 2/27/98 
312 32 92 3 2 Room-I D Floor Floor Intact Wood Varnish O.QJ ±O.IO I\IEG -03 ±09 0.0 ± 0.2 II m7/98 
313 32 93 3 2 Room-I C Wall Wall·Rgstr Intact Metal Beige 000 ± 0.10 I\IEG O.O± I 0 O.O± 0 2 1.0 2/27/98 
314 32 94 3 2 Room-I A Closet Door Intact Wood Beige 039 ± 0 59 NEG 00±07 0001006 5.2 2/27/98 
315 32 9S 3 2 Room-I A Closet Casing Intact Wood Beige 01l±0.18 I\IEG 00±08 0.1 ± 0 2 15 2/27/98 
316 32 96 3 2 Room-I B Closet Baseboard Intact Wood Beige 026 ± 0 26 NEG -05 ± 0 6 -05 ± 0 6 9.7 2/27/98 
317 32 97 3 2 Room-I C Closet Shelf Intact Wood Beige 002 ± 025 NEG -I O± 0.9 00 ± 0.2 1.0 2/27/98 
1I8 32 98 3 2 Room-I C Closet Hanger-rod Intact Metal Beige 0.19 ± 046 NEG 04 ± 0.8 0.2 ± OA 5 I 2/27/98 
119 32 99 3 2 Room-I A Closet Wall Intact Drywall Beige 0.03 ± 0.31 NEG -0.4 ± 0 9 00±04 14 2/27198 
120 32 Ion 3 2 Room-I B Closet Wall Intact Drywall Beige 001±010 NEG 04010 0.7 0.0 ± 0.2 19 2/27198 
121 32 101 3 2 Room-I C Closet Wall Intact Drywall Beige 0.QJ±010 NEG -0.3 ± 0.8 0.00100.2 1.0 2/27/98 
122 32 102 3 2 Room-I D Closet Wall Intact Drywall Beige 0.06 ± 0 23 };IEG -02 ± 0 6 0.1 ± 0 2 47 2/27198 
123 32 103 3 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 000±016 I\IEG -04 ± 0.8 0.0 ± 0.2 1.0 2/27/98 
124 32 104 3 2 Room-2 B Wall-Upr Wall Intact Drywall Beige 0.06 ± 0 31 NEG -0.1 ± 0.9 01 ± OA 3.4 2127/98 
125 32 105 3 2 Room-2 C Wall-Upr Wall Intact Drywall Beige O.OO±O.IO NEG -0.2 ± 10 00 ± 0.2 10 2/27/98 
:26 32 106 3 2 Room-2 D Wall-Upr Wall Intact Drywall Beige 0.16± 0.10 NEG -02 ± 0.6 -02 ± 0 6 10.0 2/27/98 
:27 32 107 3 2 Room-2 D Wall-Lwr Wall Intact Wood Beige 001 ± 0.20 NEG -0.4 ± 0 8 00 ± 0.2 10 2/27198 
28 32 108 3 2 Room-2 C Wall-Lwr Wall Intact Wood Beige 000 ± 0.\3 I\IEG -0.1 ± 0 7 00 ± 0.2 1.0 2127/98 
29 32 109 3 2 Room-2 B Wall·Lwr Wall Intact Wood Beige 002 ± 019 NEG -0.4 ± 08 0.0 ± 0 2 \,0 2/27/98 
30 32 110 3 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 003 ± 0.24 NEG -10 ± 0 7 00±02 24 2/27/98 
31 32 III 3 2 Room-2 A Wall Chair-rail Intact Wood Beige 0.19±010 };IEG -03 ± 0.6 -0.3 ± 0.6 10.0 2/27/98 
32 32 112 3 2 Room-2 A Wall Baseboard Intact Wood Beige 026 ± OAI I\IEG 06±OS 03 ± 0.4 6.9 2/27198 
33 32 113 3 2 Room-2 A Floor Floor Intact Wood Varnish OOO±O 10 NEG 01 ± 0.8 00±02 1.0 2/27/98 
34 32 114 3 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige 003±0.10 NEG 03±09 0.0 ± 0 2 65 2/27/98 
35 32 115 3 2 Room-2 C Door-I Door Intact Wood Beige 036 ± 0 26 NEG 10 ± 0.5 OA ± 02 4 I 2/27/98 
36 32 116 3 2 Room-2 D Door·3 Door Intact Wood Beige 045 ± 0 46 NEG 03±04 04±04 7.6 2/27/98 
37 32 117 3 2 Room-2 D Door-3 Casing Intact Wood Beige 005±0.19 NEG 00 ± 0.9 0.0 ± 0 2 14 2/27198 
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,ite: 32 Date: 2/27/98 Pamt Page 6 
langes (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES P'bK Combined DI Date Note 
338 32 118 3 2 Room-2 A Wmdow-I Stool Intact Wood Beige 010 ± 0 34 NEG -05 ± 0 9 0.1 ~ 04 22 2/27/98 
339 32 119 3 2 Room-2 A Window-l Sash Intact Wood Beige 0.62 ± 0.67 POS 2.4 ± 0.7 2.4 ±0.6 7.8 2/27/98 
340 32 120 3 2 Room-2 A Closet-2 Door Intact Wood Beige 0.76 ± 0.54 NEG 0.1 ± 05 01±04 100 2/27/98 
341 32 12l 3 2 Room-2 A Closet-2 Casing Intact Wood Beige 063±047 NEG 07±0.4 06 ± 0.4 5.9 2/27/98 
342 32 122 3 2 Room-2 C Closet-I Baseboard Intact Wood Beige o 10±038 NEG 0.0 ± 0.8 0.1 ± 04 4.3 2/27/98 
343 32 123 3 2 Room-2 C Closet-I Shelf Intact Wood Beige 001 ±O 10 NEG -0.3 ± 0.9 0.0 ± 0.2 2.8 2/27/98 
344 32 124 3 2 Room-2 C Closet-I Hanger-rod Intact Metal Beige 0.01 ± 010 NEG -0.5 ± I.I O.O± 0 2 1.0 2/27/98 
345 32 125 3 2 Room-2 A Closet-I Wall Intact Drywall Beige 014 ± 0.30 NEG 0.5 ± 0.7 0.1 ± 0.4 2.8 2/27/98 
346 32 126 3 2 Room-2 B Closet-I Wall Intact Drywall Beige 0.08 ± 0.22 NEG 06 ± 0.7 01 ±0.2 62 2/27/98 
347 32 127 3 2 Room-2 C Closet-2 Wall Intact Drywall Beige 001±0.10 NEG -0.2 ± 0.9 0.0 ± 0.2 1.0 2/27/98 
348 32 1128 3 2 Room-2 D Closet-2 Wall Intact Drywall Beige 0.20 ± 0.10 NEG -0.3 ± 0.6 -0.3 ± 0 6 10.0 2/27/98 
349 32 1129 Shutter Cal-I Cahbrate Calibrate 0.00 ± 0.00 o O± 0.0 O.O± 0.0 0.0 2/27/98 
350 32 1130 3 Calibrate-2 Calibrate Calibrate 1.16 ± O.IS POS 0.2 ±0.5 1.2 ± 0.2 1.2 2127198 
351 32 1131 3 Calibrate-3 Calibrate Calibrate 1.03 ± 0.13 POS 0.9± 0.5 1.0 ± 0.2 1.0 2/27/98 
352 32 1132 3 Calibrate-4 Calibrate Calibrate 1.13 ± 0.25 POS 0.1 ± 0.5 1.1 ± 0.2 2.4 2/27/98 



uali Evaluation 
XRF Field Data Sheet~ 

and Results 



Original Reading 
l. 90 
0.40 
0.50 
l. 40 
0.40 

0.40 
l.10 
0.00 
0.10 
6.20 

6.20/ 10 = 0.62 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading 
l.30 
0.60 
0.50 
0.40 
0.50 
0.00 
0.30 
0.70 
0.00 
0.20 
4.50 

4.50/ 10 = 0.45 

Average 
l. 60 
0.50 
0.50 
0.90 
0.45 
0.00 
0.35 
0.90 
0.00 
0.15 
5.35 

Absolute Difference = 0.45 - 0.62 = 0.17 

C = 5.0275 
D = 0.036198 
E = 0.068198 

5.0275 x 0.0072 = 0.036198 
0.036198 + 0.032 = 0.068198 
Square Root of 0.068198 = 0.261147 

Squared 
2.5600 
0.2500 
0.2500 
0.8100 
0.2025 
0.0000 
0.1225 
0.8100 
0.0000 
0.0225 
5.0275 

F = 0.261147 0.261147 x 1.645 = 0.4296 (Retest Tolerance Limit) 

Retest Tolerance Limit = 0.4296 

0.17 < 0.4296 -- The Inspection has passed the retest 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference ofthe two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Paint Page I 
Quarters II, Quality Evaluation Retest 

Charlieston Naval Complex 
Site: 32 ][)ate: 312198 

Ran!:es (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clir PbL(ml:/cm') RES PbK Combined Note 
1 32 1166 Shutter Cal-I Calibrate Calibrate O.OO± 10.00 00 ± 0.0 O.O± 0.0 
2 32 1167 3 Calibrate-I Calibrate Calibrate 0.99±U3 POS 0.4 ± 0.5 1.0 ± 0.2 
3 32 1168 3 Calibrate-2 Calibrate Calibrate 1.17 ± 0.25 POS 0.8± 0.5 1.2 ± 0.2 
4 32 1169 3 Calibrate-3 Calibrate Calibrate 1.06 ± 0.23 POS 0.3 ± 0.5 1.1 ± 0.2 
5 32 1170 3 I Room-I D Wall-Upr Wall Intact Drywall Beil~e 1.11 ± 0.75 POS 1.3 ± 0.6 1.3 ± 0.6 7 
6 32 1171 3 1 Room-I D Walll Chair-rail Intact Wood Beil~e 0.54 ± 0.34 NEG 0.6 ± 0 3 0.6 ± 0.4 IS 
7 32 1172 3 I Room-I A Wall-Lwr Wall Intact Wood Beige 0.40 ± 10.26 NEG 05 ± 0.3 0.5 ± 0 2 9 
8 32 1173 3 1 Room-I B Door-I Door Intact Wood Beige 0.43 ± 10.35 NEG 1.0 ± 0.5 0.4 ±0.4 19 
9 32 1174 3 I Room-2 B Door-2 Casing Intact Wood Beige 0.85 ± 0.53 NEG 0.5 ± 0.3 0.5 ±0.4 39 
IO 32 1175 3 2 Room-l B Window-2 Stool Intact Wood Beige OOO±O.IO NEG. -0.1 ± 0.8 0.0 ± 0.2 304 
11 32 1176 3 2 Room-I C Door-I Door Intact Wood Beige 0.31 ± 10.39 NEG 0.5 ± 0.4 0.3 ± 0.4 302 
12 32 1m 3 2 Hall-4 B Stairs WallCasing Intact Wood Beige 0.36 ± 0.24 NEG 0.7 ± 0 3 0.7 ±O 4 294 
13 32 1178 3 2 Room-I D Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.11 NEG -0.3 ± 0.9 00±02 301 
14 32 179 3 2 Bath-3 D Window Stool Intact Wood Beige 0.28 ± 10.22 NEG 02 ± 0.4 0.2 ± 0.4 267 
IS 32 180 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 o O± 0.0 O.O± 0.0 
16 32 1.81 3 Calibrate-I Calibrate Calibrate 0.99 ± 0.12 POS 0.7 ± 0.5 1.0 ± 0.2 
17 32 182 3 Calibrate-2 Calibrate Calibrate 1.13 ± 0.24 POS 0.3 ± 0.5 1.1 ± 0.2 
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XRF Field Data Sheets · 
and Analysis Results 

for Dust and Soil Samples 



Fieid Sampiing Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters II, 1310 Avenue H, Charleston Naval Complex, 

Charleston SC 

Dimensions j 
.~ ~""'U."'IIIW ot the sample 

Sample Surface smooth and Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches (te) Found 
x inches) 

NBC/ 1ST Floor, Floor -Qtrs II Yes 12 x 12 1 -788.00 
001 

Kitchen Entry 

NBC/ 
1ST Floor, Window Qtrs \I I/:&.""",L.. __ C"":II Yes 23 x 2 0.319 -744.80 

1

002 
I'o.ILl,llt:11 0111 

NBC/ ST .-, 

Qtrs II 
1- lIoor, iloor -

Yes 12 x 12 1 -708.80 
003 

Hall-2 Stairwell 

NBC/ 2ND Floor, Window Qtrs \I Yes 27 x 2 0.375 -855.20 
004 

Room-1 Sill 

NBCI 2~ Floor, Window Qtrs II Yes 27 x 2 0.375 -637.20 
005 

Room-2 Sill 

NBCI 1ST Floor, Window Qtrs II Yes 27 x 2 0.375 -727.60 
006 

Room-3 Sill 

NBCI 1ST Fioor, Fioor-
Qtrs 1\ Yes 12 x 12 1 -709.20 
007 

Room-3 Entry 

NBCI 
Qtrs 1\ Blank N/A N/A N/A N/A -500.80 
008 

I Measure to the nearest 1/8 inch. 

HUD standards: 1 00 ~g/fe (floors), 500 ~g/fe (interior window sills), 800 ~gltr (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 2/27/98 

Table 29-b, Field Sampling Form for Dust 
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Analysis 
(~glte) 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 

<Detectable 



Quarters II, vust Samples 
Charleston Naval Complex 

Site 32, Date: 2:127/98 
Thin Page 1 

No Site XLNo Insp Fir Room Side Strc Feat Pb ± Prec 
5 32 197 3 Calibrate 1905.60 ± 142.30 
10 32 202 3 1 Kitchen-DO 1 B -788.00 ± 46.20 
1 c· -) 32 207 3 1 Kitchen-D02 C -Window Stool -744.80 ± 44.50 
20 32 212 3 1 Hall 2-D03 B Floor -708.80 ± 44.20 
2" -) 32 217 3 2 Room I-D04 A Window Stool -855.20 ± 48.60 
30 32 222 3 2 Room 2-D05 B Window Stool -637.20 ± 45.00 
3" -) 32 227 3 1 Room 3-D06 B Window Stool -727.60 ± 45.70 
40 32 232 3 1 Room 3-D07 B Floor -709.20 ± 42.90 
4'-.) 32 237 3 Blank-D08 -500.80 ± 37.10 

Table 29-c, XRF Field Oat .. Sheets for Dust Samples 



Bulk Page 1 
Quarters II, Soill Samples 

Charleston NavaB Complex 
Site: 32 Date: 3/2198 

No Site XLNo Insp Room Side Str<: Feat Pb ± Pree 
1 32 184 3 Calibrate-l 39.8± 54.8 
2 32 185 3 Calibrate-2 1125.6 ± 108.5 
3 32 186 3 Dripline A 193.1 ± 68.3 
4 32 187 3 Area B 1929.6 ± 135.5 
5 32 188 3 Area C 640.4 ± 79.4 
6 32 190 3 Calibrate-l 4.3 ± 65.6 
7 32 191 3 Calibrate-2 11 05.6 ± 108.3 

Table 29-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

30.0 Quarters JJ 

Quarters JJ, 1350 Avenue H, is a two-story, wood-framed unit that is haIfa duplex with an attic and 

crawl space. This structure is approximately 2,381 square feet in size including the garage and 

porch areas. The first and second floors are hardwood strip flooring with wood subflooring. The 

walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 3 March 1998 to 4 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters JJ. Quarters JJ was surveyed after the HUD Guidelines Chapter 7 revision. A 

retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

30.1 Identification of Lead in Ouarters JJ: 

Three hundred sixty-five XRF samples and calibrations were taken in Quarters n. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 30-a contains LBP sampling results for 

Quarters JJ and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters JJ: 
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Quarters JJ Positive Results for Lead-Based Paint 
Fir B.QQ!!! Side Stre Feat Cnd Sub Clr RES Combined 

(n1g/cm1) 

1 8ath-1 C Window Stool Intact Wood Beige pes 1.9 ±0.5 
1 Bath-1 C Window Sash intact Wood t:leige I-'U::; 3.6 ±1.1 
1 Hall-1 Ceiling Ceiling Intact Drywall 8eige pes 2.4 ±0.6 
1 HaU-1 A \,IVal) VVall Intact \J\ I ... I I ... "",,..ar C"",il"ll"!l P~S 2.7 ±O.9 .VQIII-'cat-'WCI I.Jw'~w 

1 Hall-3 A Wall-Upr Wall Intact Drywall Beige pes 4.3 ±1.2 

1 Hall-3 A Wall Baseboard Intact Wood Beige pes 2.2 ±0.5 

1 Hall-3 A Wall Crown-mold Intact Wood Beige pes 5.0 ±1.2 

1 Hall-3 A Ceiling Ceiling Intact Drywall Beige pes 1.8 ±0.5 

1 Hall-3 B Wall-Upr Wall Intact Drywall Beige pes 1.9 ±0.5 
1 Hall-3 C Wall-Upr Wall Intact Drywall Beige pes 2.6 ±0.8 

1 Hall-3 D Wall-Upr Wall Intact Drywall Beige pes 3.6 ±1.1 

1 Hall-3 D Wall-lwr Wall Intact Wood Beige pes 1.2 ±O.3 
1 House~xt. A V.Jindow Awning Peeling rv1etal \ ", .... : .. - nf"\C' • 0 ," <" VVIIILt: rvu 1.0 IV.OJ 

1 House-ext. A Door-1 Casing Fair Wood Green pes 14.1 ±2.6 
1 House-ext. B Window Sash-Ext Intact Wood White PQS 25.3 ±3.3 
1 House-ext. B Window Screen-sash Peeling Wood Green pes 5.6 ±2.0 
1 House-ext. B Facia Facia Fair Wood White pes 10.5 ±2A 
1 House-ext. B Soffit Soffit Fair Wood White pes 28.6 ±3.5 
1 Kitchen C Window-2 Sash Intact Wood Beige pes 1.7 ±OA 
1 Porch-1 Porch-1 Ceiling Intact Wood White pes 13.0 ±2.6 
1 Porch-1 Closet Ceiling Intact Drywall Beige pes 2.9 ±0.9 
1 Porch-1 A Porch-1 Columns Intact Wood White pes 24.2 ±3.3 
1 Porch-1 A Porch-1 Lattice Intact Wood White pes 25.8 ±3.2 

1 Porch-1 A Door-1 Casing Intact Wood White pes 24.9 ±3.3 

1 Porch-1 A Wall Wall Intact Wood White pes 2.5 ±0.7 
1 Porch-1 A Porch Trim-Lwr Intact Wood White pes 30.9 ±3.7 
1 Porch-1 A Porch Lattice Intact Wood Green pes 26.7 ±3.6 
1 Porch-1 B Wall Wall Intact Masonite White pes 10.1 ±2.5 
1 Porch-1 8 Window Stool Intact Wood White PQS 21.8 ±3.1 
1 Porch-1 C Wall Wall Intact Masonite White pes 8.8 ±2A 
1 Porch-1 D Door-3 Door Intact Wood White pes 24.7 ±3A 
1 Porch-1 D Door-3 Casing Intact Wood White pes 26.7 ±3.3 
1 Porch-2 A Porch-2 Columns Intact Wood White pes 29.3 ±3.7 

1 Porch-2 A Porch-2 Lattice Intact Wood Green pes 11.6 ±2.3 
1 Porch-2 A Wall Wall Intact Wood White pes 2.6 ±0.8 

1 Porch-2 B Wall Wall Intact Masonite White pes 6.5 ±2.3 
1 Porch-2 B Door-2 Door Intact Wood White pes 29.5 ±3.5 
1 Porch-2 B Door-2 Threshold Intact Wood Grey pes 3.1 ±1.0 
1 Porch-2 B Door-3 Door Intact Wood White pes 27.7 ±3A 
1 Porch-2 B Porch-2 Ceiilng intact 'Wood ilVhite POS 17.4 u.7 
1 Porch-2 D Porch-2 Columns Intact Wood White pes 28.0 ±3.5 
1 Porch-2 D Porch-2 Trim-Upr Intact Wood White pes 28.9 ±3.6 
1 Porch-2 D Porch-2 Lattice Intact Wood White pes 11.5 ±2.5 
1 Room-1 Ceiling Ceiling Intact Drywall Beige pes 3.6 ±1.0 
1 Room-1 Wall Crown-mold Intact Drywall Beige pes 3.0 ±0.9 
1 Room-1 A Wall-Upr Wall Intact Drywall Beige pes 3.3 ±0.9 
1 Room-1 A Window-2 Sash Intact Wood Beige pes 4.0 ±1.2 
1 Room-1 B Wall-Upr Wall Intact Drywall Beige pes 3.0 ±0.9 
i Roo.JI-i C V.Jall-Upf Viedl in\Clc1 Dry-wall BeiSe P~S . " ±i.2 ".0 
1 Room-1 C Wall-Lwr Wall Intact Wood Beige pes 1.2 ±OA 
1 Room-1 D W,,"_llnr Wall Intact nrvw,," R~in~ P~S 4.7 ±1.6 ... _ .. -r"" -.~ .... -.. --.~-

1 Room-2 A Ceiling Ceiling Intact Drywall Beige pes 104 ±OA 
1 Room-2 B Wall-Upr Wall Intact Drywall Beige pes 1.9 ±O.5 
1 Room-2 B Wall Baseboard Intact Wood Beige pes 2.2 ±0.5 
1 Room-2 C Wall-Upr Wall Intact Drywall Beige pes 2.1 ±0.5 
1 Room-2 C Wall-Lwr Wall Intact Wood Beige pes 1.0 to.3 

1 Room-2 C Window Sash Intact Wood Beige pes 3.2 to.9 
1 Room-3 A Wall-Upr Wall Intact Drywall Beige pes 2.6 to.9 
1 Room-3 A Wall Chair-rail Intact Wood Beige P~S 1.6 ±O.3 
1 Room-3 A Ceiling Ceiling Intact Drywall Beige P~S 2.4 iO.7 
1 Room-3 A Wall Crown-mold Intact Wood Beige P~S 3.0 ±O.9 
1 Room-3 C Wall-Upr Wall Intact Drywall Beige pes 5.6 ±1.7 

1 Room-3 D Wall-Upr Wall Intact Drywall Beige P~S 3.4 ±1.0 
2 Bath-2 B Window Sash Intact Wood Beige P~S 1.6 ±0.3 
2 Bath-3 C I Window Sash Intact I Wood Beige p~s 2.3 I ±O.5 I 
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2 Hall-4 A 
2 Hall-4 A 
2 Hall-4 A 
2 Hall-4 A 
2 Hall-4 B 
2 Hall-4 B 
2 Hall-4 B 
2 Hall=4 B 
2 Hall-4 C 
2 HaU-4 C 
2 Hall-4 o 
2 Hall-4 o 
2 Hall-4 D 
2 Hall-4 o 
2 HaU-4 D 
2 Hall-4 o 
2 House-ext. A 
2 Porch-1 A 
2 Room-1 A 
2 Room-1 A 
2 Room-1 A 
2 Room-1 B 
2 Room-1 B 
2 Room-1 C 
2 Room-1 C 
2 Room-1 o 
2 Room-1 o 
2 Room-1 o 
2 Room-2 A 
2 Room-2 A 
2 Room-2 A 
2 Room-2 A 
2 Room-2 A 
2 Room-2 B 
2 8 
2 Room-2 B 
2 Room-2 c 
2 Room-2 C 
2 Room-2 C 
2 Room-2 C 
2 Room-2 C 
2 Room-2 D 
2 Room-2 D 
2 Room-2 D 
2 Room-3 A 
2 Room-3 A 
2 Room-3 B 
2 Room-3 B 
2 Room-3 C 
2 Room-3 C 
2 Room-3 C 
2 Room-3 C 
2 Room-3 o 

Quarters JJ Positive Results for Lead-Based Paint 

Wall-Upr Wall Intact 
Wall Baseboard Intact 
Closet Baseboard Intact 
Closet Wall Intact 
Wall-Upr Wall Intact 
Window-5 Sash Intact 
Closet Wall Intact 
Ceiling Ceiling Intact 
Wall-Upr Wall Intact 
Closet Wall Intact 
Wall-Upr Wall Intact 
Closet Wall Intact 
Door Ovrhd-Door Intact 
Casing Ovrhd-Door Intact 
c..;eii-reglst c..;asmg intact 
Closet Ceiling Intact 
Door-3 Casing Intact 
Porch-1 Columns Intact 
Wall-Lwr Wall Intact 
Closet-2 Wall Intact 
Closet Ceiling Intact 
Wall-Upr Wall Intact 
Closet-2 Wall Intact 
Closet-2 Wall Intact 
Wall Crown-mold Intact 
Window-1 Stool Intact 
Window-1 Sash Intact 
Closet-2 Wall Intact 
Wall-Upr Wall Intact 
Wall-Lwr Wall Intact 
Window-1 Sash Intact 
Closet Wall Intact 
Closet Ceiling Intact 
Wall-Upr Wall Intact 

VVall Intact 
Closet Wall Intact 
Wa!!-Upr Wall Intact 
Wall-Lwr Wall Intact 
Closet Wall Intact 
Wall Crown-mold Intact 
Ceiling Ceiling Intact 
Wall-Upr Wall Intact 
Wall-Lwr Wall Intact 
Closet Wall Intact 
Closet-2 Wall Intact 
Ceiling Ceiling Intact 
Wall-Upr Wall Intact 
Closet-2 Wall Intact 
Window-1 Stool Intact 
Window-1 Sash Intact 
Closet-2 Wall Intact 
Closet Ceiling Intact 
Closet-2 Wall Intact 
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Drywall Beige 
Wood Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Drywall Beige 
Dr~n. ... ,all Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Drywall Beige 

Wood White 
Wood Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
'llood Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Drywall Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 
Wood Beige 
Wood Beige 
Drywall Beige 
Drywall Beige 
Drywall Beige 

RES Combined 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 
p~S 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

POS 
P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

POS 
P~S 

POS 
P~S 

POS 
POS 
P~S 

P~S 

P~S 

POS 
P~S 

p~S 

P~S 

pos 
POS 
P~S 

P~S 

POS 
POS 
P~S 

POS 
POS 
P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

P~S 

(mg/cm") 

2.9 
2.1 
1.8 
4.1 
2.3 
2.6 
3.0 
1.0 
2.2 
3.1 
3.3 
4.3 
1.3 
1.0 
5.2 
2.9 
6.3 

27.3 
1.2 
1.8 
1.6 
2.6 
1.6 
3.7 
2.2 
1.5 
1 8 
1.0 
2.6 
1.1 
1.6 
2.7 
2.3 
4.1 . " 1.0 

3.6 

1.3 
2.5 
2.5 
2.5 
4.7 
1.4 
3.2 
1.4 
2.2 
1.3 
2.3 
1.2 
2.3 
1.4 
1.4 
1.8 

±O.9 
±O.5 
±O.5 
±1.2 
±0.6 
±0.8 
±0.9 
±O.3 
±O.6 
±1.0 
±1.0 
±1.8 
±0.4 
±O 4 
±1.7 
±0.8 
.L4 Q 
..!..I.U 

±3.6 
±0.3 
±O.B 
±O.6 
±O.B 
±O.5 
±1.2 
±0.6 
±0.3 
±O 5 
±O.7 
±0.9 
±O.3 
±O.3 
±0.9 
±1.3 
±1.2 
," .., 
IV . .J 

±1.7 
±O.8 
±0.4 
±1.8 
±O.7 
±O.8 
±1.6 
±0.3 
±0.8 
±O.5 
±O.5 
±0.3 
±0.7 
±0.5 
±0.6 
+0.4 
±0.5 
±O.4 





Paint Page I 
Quarlers JJ, Lead-Based Paint Surve) 

Chnrleston Naval Complex 
Sile: 33 Date: 3/4198 

Ibug .. (NEG<INC<POS): De,'icc I'('~ 

No Site XI~N8 Insp Fir Room Side Slrc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Dale Note 
I 33 1 3 I Shutter Cal-I Cahorale Cahbral(: OOO± 000 OO±OO 0,0 ± 00 0,0 3/3/98 
2 II 2 l 1 Calibrate-I Calibrate Calibrate 1.14 ± 0.15 POS 0.2 ± 0.5 1.1 ± 0.2 1.1 l/3198 
l II l 3 I Calibrate-2 Calibrale Calibrat,e 1.05 ± 0.13 POS 0.3±0.4 1.1 ± 0.1 1.0 3/3/98 
4 33 4 J I C.librale-3 Calibrale Calibrate 1.10± 0.24 POS 0.5 ± 0.5 1.1 ±0,2 2.3 3/3198 
5 33 5 3 I Room-l A Wall-Upr Wall Intact Drywall Beige 0.98 ± 0.88 POS 3.3 ± 0.9 3.l± 0.9 9.3 3/3198 "4 
6 33 6 3 I Room-I B Wall-Upr Wall Intact Drywall Beige 0.89 ± 0.68 POS 3.0± 0.9 3.0± 0.9 10.0 3/3/98 
7 33 7 J I Room-I C Wall-Ilpr Wall Intact Drywall Beige 1.09 ± 0.87 POS 4.8 ± 1.2 4.8 ± 1.2 10.0 3/3198 
8 33 8 3 I Room-I D Wall-Upr Wall Intact Drywall Beige 1.75 ± 1.57 POS 4.7± 1.6 4.7 ± 1.6 10.0 3/3/98 
9 33 9 3 I Room-I 0 Wall·Lwr Wall Inlacl Wood Beige 0.32 ± 022 NEG 0,7 ± 00,3 0.7 ± 03 10.0 3/3/98 
10 33 ilO 3 I Room-I C Wall-Lwr Wall Intact Wood Beige 0.38 ± 0.34 POS 1.2 ± ~1.4 1.2 ± 0.4 8.9 3/3198 
\I 33 '11 3 ! Room-! B WaJl-Lwr WaJl Inlacl Wood Beige 037 ± 0,25 NEG 08 ± 0,3 0,8 ± 0.3 10.0 3/3/98 
12 33 112 3 I Room·! A WaJl-LwT Wall Inlacl Wood Beige 004 ± 0.37 NEG -0 I ±n,8 O,O± 0,4 1.9 3/3/98 
13 33 113 3 I Room-I A Wall Chair-rail Intact Wood Beige 048 ± 0 48 NEG 0,6 ± Co 4 OS±OS 7,8 3/3/98 
14 33 114 3 I Room-I A Wall Baseboard Inlacl Wood Beige 0,22 ± 0.28 NEG 08 ± 00,5 0.2 ± 0 3 46 3/3/98 
IS J3 liS 3 I Room-! A Floor Floor Intacl Wood Varnish O.OO±O.IO NEG -0 6± 0.8 0.0 ± 0.1 1.0 3/3/98 
16 33 116 3 I Room· I C Door-I Door Intaci Wood Beige O.OHO.IO NEG -0.2 ± 0.7 0.0 ± 0.1 1.0 3/3/98 
17 33 117 3 I Room-I 0 000r-2 Door Inlact Wood Beige 004 ± 0 28 NEG 0.3 ± 0.8 0.0 ± 0 3 1.4 3/3/98 
18 33 118 3 I Room-I 0 000r-2 Casing Inlacl Wood Beige 007 ± 0 26 NEG 02±007 01 ± 0.3 18 3/3/98 
!9 33 119 3 I Room·1 C entranceway Casing Inlacl Wood Beige 0.03 ± 0,10 NEG 02±05 00 ± 0.1 10 3/3/98 
20 33 20 3 I Room-I A Window-2 Slool Intacl Wood Beige 0.09 ± 0 32 NEG 00±06 01 ± 0.3 24 3/3/98 
21 33 :~1 3 I Room-I A Window-2 Sash Inlacl Wood Beige 0.41 ± 0.96 POS 4.0 ± 1.2 4.0± 1.2 4.6 3/3198 
22 33 22 3 I Room-I B Wmdow Boxing Inlacl Wood Beige 001±015 NEG -0 I r 01 7 00 ± 0,2 10 3/3/98 
23 33 2) 3 I Room-I A Wall Wall-Rgslr Intacl Metal Beige 007 ± 019 NEG -05 rIO 01±02 18 3/3/98 
24 33 :~4 3 I lIall·1 A Wall Wall Inlacl Wallppr Beige 0.54 ± 0.88 POS 2.7 ± 01.9 2.7 ± 0.9 6.8 3/3198 
25 33 25 3 I Hall-I B Wall \\iaIlPa",:r Inlacl Drywall Beige 002 ± 032 NEG 0.1 ± 01.7 0.0 ± 0.3 J.3 3/3/98 'S 
26 33 26 3 I Hall-I C Wall Wall Pape:r Intact Drywall Beige 0.05 ± 0.41 NEG ·04 ± 01 7 0.1 ±0.4 2 I 3/3/98 
27 33 27 3 I Hall-I 0 Wall Wall Pa",:r Inlacl Drywall Beige 0,01 ±030 NEG -0.2 ± 00,6 00 ± 0.3 10 3/3/98 
28 33 28 3 I Hall-I 0 Wall Baseboard Inlacl Wood Beige 0.00 ± 0.12 NEG 0.2 ± 0.5 00±01 10 3/3/98 
29 33 29 3 I Hall-I A Door-I Door Inlacl Wood Beige 003 ± 0 30 NEG -0.4 ± 01 7 0.0 ± 0.3 12 3/3/98 
30 33 30 3 I Hall-I B 000r-2 Door Inlacl Wood Beige 008± 0.33 NEG 08±Q4 0,1 ± 0 3 33 3/3/98 "7 
3! 33 31 3 I lIall-1 0 Ooor-) Door Intact Wood Beige 0.46 ± 0.18 NEG 02 ± 00.4 05±02 27 3/3/98 
32 33 32 3 I Hall· I 0 000r-3 Casing Inlacl Wood Beige 0.05 ± 0 29 NEG -04 ± 01 6 0.1 ± 0.3 3.3 3/3/98 
33 33 213 3 I Porch· I A Porch-I ColumD!1 Intact Wood White »S.O± 1.00 POS 14.1 ± 3.3 14.2 ± 3.3 5.3 3/3/98 *6 
34 )) 314 3 I Porch-I A Porch-I Lattice Intact Wood While »5.0± 1.00 POS 25.8 ± 3.2 25.8 ± 3.2 6.4 3/3198 
35 33 35 3 I Porch-I A Porch-I Floor Intacl Wood Gray OOO±O.IO NEG -0 I ± 0 7 O.O± 0.1 1.0 3/3/98 
36 33 36 3 I Porch-I A Wall Wall Intact Wood While 0.00 ± 0.10 NEG -04 ± 01.6 O.O± 0.1 1.0 3/3/98 
37 33 ll7 3 I Porch-I B Wall Wall Intact Masonite While »5.0± 1.00 POS 10.1 ± 2.5 10.1 ± 2.5 5.4 3/3198 *5 
38 33 318 3 I Porch· I C Wall Wan Inlact Masonile White 0.00 ± 010 NEG ·0.8 ± 01.7 0.0 ± 0.1 1.0 3/3/98 
39 33 319 3 I Porch-I C Wall Wan Intact Mas()nile Wbite »5.0± 1.00 POS 8.8 ± 2.4 8.8±2.4 4.0 3/3198 
40 33 410 3 1 Porch-I A Door-I Casing Intacl Wood White »5.0± 1.00 POS 24.9 ± 3.3 24.9 ± 3.3 4.0 3/3198 
41 33 41 3 I Porch-I C 000r-2 Door Inlact Wood While O.OO±O.IO NEG -03±Q6 00±01 1.0 3/3/98 
42 33 42 3 I Porch-I D Door-3 Door Intact W()od White »5.010 1.00 POS 24.7 ± 3.4 24.7 ± 3.4 4.6 3/3/98 
43 33 43 3 1 Porch-I D Door-) Casing Intact Wood White »5.010 1.00 POS 26.7 ± 3.3 26.7 ±3.3 5.0 3/3198 
44 33 44 3 I Porch-I C 000r·2 Casing Intact Wood White 0.02 ± 0.37 NEG 0.1 ± 00 7 00 ± 0.4 II 3/3/98 
45 33 45 3 I Porch-I A Closel Door Inlacl Wood While 000±010 NEG 0101-016 00±01 10 3/3/98 
46 33 '16 3 I Porch-I A Closcl Casing Intact Wood White OOOiO.IO NEG 02,016 OOiOI 10 3/3/98 
47 33 47 3 I Porch-I B Closel Baseboard Intact Wood White O,OO±O.IO NEG 02±06 00±01 1.0 3/3/98 
48 33 41S 3 I Porch-I C Closel Shelf Intact Wood White 0.07±0 10 NEG 0.2 ± 0 6 0.2 ± 0 6 10,0 3/3/98 
49 33 419 3 I Porch-I A Closet Wall Intact Wood Beige 001 ± 0 22 NEG 03i06 00i02 10 3/3/98 
50 33 50 3 I Porch-I B Closet Wall Intact Wood Beige 000 ± 0 \0 NEG -04 ± 0 7 00 ± 0.1 1.0 3/3/98 
51 33 51 3 I Porch-I C Closet Wall Intact Wood Beige 011 ± 0.25 NEG 01 ± 0 6 01±03 70 3/3/98 
52 33 ~i2 3 I Porch-I 0 Closel Wall Intact Wood Beige 008±010 NEG -03 ± 0 7 -03 ± 0,7 10,0 3/3/98 
53 33 ~i3 3 I Porch-I C Coatrack Coat Rack Intact Wood White 000±015 NEG -02 ± 0 6 00±02 10 3/3/98 
54 33 54 3 I Porch-l A SllcI! Shelf Intact Wood White 000±010 NEG ·04 ± 0 6 00±01 10 3/3/98 
55 33 55 3 I Hall-2 C Wall Wall Intact Drywall Beige 000±010 NEG -03iO.7 O.OiO I 10 3/3/98 
56 33 56 3 1 Hall·2 A Door-I Door Inlacl Wood Beige 000±010 NEG -03 ± 0 6 OOiOI 10 3/3/98 
57 33 57 3 I Hall·2 B 000r-2 Door Intacl Wood Beige 006 ± 0 40 NEG ·03 ± 0 7 01±04 28 3/3/98 
58 33 58 3 I Hall-2 C Door-3 Casing Inlacl Wood Beige 000±01O NEG ·06 ± 0 6 00 ± 0.1 10 3/3/98 
59 33 ~i9 3 I Hall·2 0 Entrance Casing Inlact Wood Beige 004010010 NEG -02±06 0.00100 I 40 3/3/98 
60 33 60 3 I Hall·2 C Wall Baseboard Intact Wood Beige 001 ±O 10 NEG -03 ± 0 7 00±01 30 3/3/98 
61 33 61 3 I Hall-2 C Closet Door Intacl Wood Beige 002 ± 0.10 NEG -0.2 ± 0 7 OO± 0.1 I 8 3/3/98 
62 33 62 3 I lIall·2 C Closet Casing Inlacl Wood Beige 002 i 0 31 NEG -08 ± 0 7 00±03 18 3/3/98 
63 33 63 3 I Hall-2 A Closet Shelf Inlact Wood Beige 000±018 NEG 00±06 0001002 10 3/3/98 
64 33 64 3 I lIall-2 A Closet Wall Intact Drywall Beige OOOiOIO NEG 0.0 ± 0 6 00±01 10 3/3/98 
65 33 65 3 I Hall-2 B Closet Wall Intacl Drywall Beige 000±010 NEG -02 ± 0 6 OO± 0.1 1.0 3/3/98 
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Ite: 33 Date: 3/4/98 Pamt Page 2 
anges (NEG<INC<POS): Device PCS 

No Site XLNo Ilup Fir Room Side Stre Feat Cnd Sub Clr PbL(mglem') RES PbK Combined DI Date Note 

66 33 66 3 I Hall-2 0 Closet Wall Intact Drywall Beige 003 ± 0.17 NEG 02 ± 0.4 00±02 3.2 3/3/98 
67 33 67 3 I Hall-2 C Elec-Panel Elec Panel Intact Metal Beige OOO±O 10 NEG 0.2 ± 0.7 00±01 10 3/3/98 
68 33 6;8 3 I Room-2 A Wall-Upr Wall Intact Drywall Beige o 14±0 10 NEG 01±06 0.1 ± 06 10.0 3/3/98 
69 33 6'~ 3 1 Room-2 B Wall-Upr Wall InUiCI IOrywall Beige 0.49 ± 0.34 POS 1.9 ± 0.5 1.9 ± 0.5 10.0 3/3/98 
70 33 70 3 1 Room-2 C Wall-Upr Wall Inta.ct IOrywali Beige 0.60± 0.51 POS 2.1 * 0.5 2.1 * 0.5 6.3 3/3/98 
71 33 71 3 I Room-2 0 Wall-Upr Wall Intact Drywall Beige O.oJ±0.18 NEG -0.6 ± 0.6 0.0 ± 0 2 10 3/3/98 
72 33 n 3 I Room-2 0 Wall-Lwr Wall Intact Wood Beige 0.11 ± 0.24 NEG 1.1 ± 0.4 0.1 ± 02 6.0 3/3/98 
73 33 7.J 3 1 Room-2 C Wall-Lwr Wall IntaiCI Wood Beige 0.46 ± 0.41 POS 1.0 * 0.3 1.0 ± 0.3 8.8 3/3/98 
74 33 74 3 I Room-2 B Wall-Lwr Wall Intact Wood Beige 0.13 ± 0.28 NEG 10 ± 0.4 0.1 ±0.3 42 3/3/98 
75 33 75 3 I Room-2 B Wall Chair-rail Intact Wood Beige 006 ± 0 21 NEG 0.3 ± 0.7 01 ± 0.2 16 3/3/98 
76 33 7,6 3 1 Room-2 B Wall Baseboard Inta:ct Wood Beige 0.70* 0.48 POS 2.2 ± 0.5 2.2 ± 0.5 6.6 3/3/98 

77 33 77 3 I Room-2 B Door Bulkhd-Or Intact Wood Beige 002 ± 0.14 NEG -0.5 ± 0.7 OO± 0.1 1.0 3/3/98 
78 33 78 3 I Room-2 B Casing Bulkhd-Or Intact Wood Beige 0.03 ± 0.31 NEG 0.0 ± 0.7 0.0 ± 0.3 2.2 3/3/98 
79 33 79 3 I Room-2 B Air-cond Casing Intact Wood Beige 0.00 ± 010 NEG -0.1 ±0.7 O.O± 0.1 1.0 3/3/98 
80 33 80 3 I Garage-atie B Door Door Intact Wood Beige 011 ± 0.22 NEG 0.1 ± 0.6 0.1 ±0.2 1.8 3/3/98 
81 33 81 3 I Garage-atic B Door Casing Intact Wood Beige 007 ± 0.11 NEG -0.5 ± 0.6 0.1 ± 0 I 1.1 3/3/98 
82 33 82 3 I Room-2 A 000r-1 Door Intact Wood Beige 001 ±O.10 NEG -0.9± 0.7 O.O±O.I \.2 3/3/98 
83 33 8.3 3 I Room-2 0 000r-2 Door Intact Wood Beige 000 ± 0.10 NEG -0.2 ± 0.6 O.O±O.I 1.0 3/3/98 
84 33 84 3 I Room-2 0 000r-2 Casmg Intact Wood Beige 002±0.10 NEG 0.1 ± 0.5 O.O± 0.1 2.5 3/3/98 
85 33 85 3 I Room-2 C Window Stool Intact Wood Beige 001 ±O.10 NEG 0.2 ± 0.7 O.O±O.I 10 3/3/98 
86 33 8,6 3 1 Room-2 C Window Sash Intalct Wood Beige 0.68 ± 0.54 POS 3.2 ±0.9 3.2 ±0.9 10.0 3/3/98 

87 33 87 3 I Bath-I A Wall Wall Paper Intact Drywall Beige 0.00 ± 0.10 NEG 0.0 ± 0.7 0.0 ± 0.1 1.0 3/3/98 
88 33 8·8 3 I Bath-I B Wall Wall Paper Intact Drywall Beige 0.19±0.10 NEG -0.2 ± 0.6 -0.2± 0 6 10.0 3/3/98 
89 33 89 3 I Bath-I C Wall Wall Paper Intact Drywall Beige 0.12 ± 0.25 NEG O.O± a 4 0.1 ± 0.3 3.9 3/3/98 
90 33 910 3 I Bath-I 0 Wall Wall Paper Intact Drywall Beige 0.01 ± 0.10 NEG 02 ± 0.7 O.O±O.I 1.0 3/3/98 
91 33 91 3 I Bath-I A Door Door Intact Wood Beige 002 ± 0 34 NEG 0.1 ± 06 OO± 0.3 16 3/3/98 

92 33 92 3 1 Bath-l C Window Stool Intalct Wood Beige 0.05 ± 0.26 POS 1.9 ± 0.5 1.9 ± 0.5 3.4 3/3/98 "10 

93 33 9.J 3 1 Bath-l C Window Sash Intalct Wood Beige 0.28*0.95 POS 3.6 ± 1.1 3.6 ± 1.1 4.4 3/3/98 

94 33 94 3 I Bath-I 0 Cabinet Door-Out Intact Wond Beige 000±O.10 NEG -0.8 ± 0.8 O.O±O I 1.0 3/3/98 

95 33 95 3 I Bath-I 0 Cabinet Inside Intact Wood Beige OOO± 0.10 NEG -0.4 ± 0.6 O.O±O I 10 3/3/98 

96 33 9,5 3 I Kitchen A Wall WallPaper Intact Drywall Beige 001 ±0.26 NEG -0.4 ± 0 8 0.0 ± 0.3 1.0 3/3/98 

97 33 97 3 I Kitchen B Wall Wall Paper Intact Drywall Beige 0.08 ± 0.10 NEG -0 I ± 0 7 -0.1 ±07 10.0 3/3/98 

98 33 98 3 I Kitchen C Wall Wall Paper Intact Drywall Beige 0.02 ± O. \3 NEG -0.5 ± 0.7 OO±O.I 1.0 3/3/98 

99 33 99 3 I Kitchen 0 Wall Wall Paper Intact Drywall Beige 0.10 ± 0.36 NEG 01 ± 0.6 0.1 ± 0 4 4.7 3/3/98 
100 33 100 3 I Kitchen A Door-I Door Intact Wood Beige 0.01 ± 0 23 NEG -0.5 ± 0.6 O.O± 0.2 1.0 3/3/98 
101 33 101 3 I Kitchen A Door-I Casing Intact Wood Beige 0.00 ± 0.\3 NEG -0.3 ± 0 6 00±01 10 3/3/98 
102 33 102 3 I Kitchen A Entrance Casing Intact Wood Beige 001 ±0.28 NEG -0.1 ± 0.6 0.0 ± 0.3 1.0 3/3/98 
103 33 103 3 I Kitchen 0 Wall Baseboard Intact Wood Beige 000 ± 0.10 NEG 01 ± 0.6 00±01 10 3/3/98 
104 33 104 3 I Kitchen C Window Stool Intact Wood Beige 002 ± 0.10 NEG -1.3±07 o.o± 0.1 1.0 3/3/98 
105 33 105 3 I Kitchen C Window-2 Sash Intalct Wood Beige 0.20 ± 0.16 POS 1.7 ± 0.4 1.7 ± 0.4 3.8 3/3/98 

106 33 106 3 I Kitchen C Cabinet Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -0.2 ± 0 6 O.O± 0.1 1.0 3/3/98 

107 33 107 3 I Kitchen C Cabinet Inside Intact Wood Varnish OOO± 0.16 NEG -0.4 ± 0.7 O.O± 0.2 1.0 3/3/98 
108 33 108 3 I Kitchen A Cabinet-2 Door-Out Intact Wood Beige 0.02 ± 0.10 NEG 0.3 ± 0.6 OO± 0.1 2.5 3/3/98 
109 33 \CI9 3 I Kitchen A Cabinet-2 Inside Intact Wood Beige 001±0.1O NEG -0.5 ± 0.6 OO±O.I 1.0 3/3/98 

110 33 1\0 3 I Kitchen A Cabinet-I Air-duct Intact Metal Beige 0.03 ± 0.25 NEG -0.8 ± 0.8 00 ± OJ 1.8 313198 

111 33 111 3 I Room-3 A Wall-Upr Wall (ntalct IOrywall Beige 0.58 ± 0.47 POS 2.6±0.9 2.6±0.9 10.0 3/3/98 

112 33 112 3 I Room-3 B Wall-Upr Wall Intact Drywall Beige om ±0.15 NEG -0.1 ± 0.7 O.O± 0.2 1.0 3/3/98 

113 33 113 3 I Room-3 C Wall-Upr Wall Intalct IOrywall Beige 1.05 ± 0.96 POS 5.6 ± 1.7 5.6± 1.7 10.0 3/3/98 

114 33 114 3 1 Room-3 D Wall-Upr Wall Intalct IOrywall Beige 1.14 ± 0.86 POS 3.4 * 1.0 3.4 * 1.0 10.0 3/3/98 

115 33 1\5 3 I Room-3 0 Wall-Lwr Wall Intact Wood Beige 0.27 ± 0.38 NEG 01±0.4 0.3 ± 0 4 5.6 3/3/98 

116 33 1\6 3 I Room-3 C Wall-L\VT Wall Intact Wood Beige 0.18 ± 0.37 NEG 02 ± 0.4 0.2 ± 04 59 3/3/98 

117 33 117 3 I Room-3 B Wall-Lwr Wall Intact Wood Beige o 30± 0.43 NEG 0.1 ± 0.4 03±04 7 I 3/3/98 

118 33 118 3 1 Room-3 A Wall-Lwr Wall Intact Wood Beige 029 ± 0.25 NEG 02 ± 0.3 0.2 ± 0.3 9.1 3/3/98 

119 33 119 3 I Room-3 A Wall Chair-rail Intact Wood Beige 009±O.16 INCOM 1.1 ± 0.4 1.1 ±04 6.6 3/3/98 

120 33 12:0 3 I Room-3 A Wall Chair-rail (ntalct Wood Beige 0.04 ± 0.11 POS 1.6 ± 0.3 1.6± 0.3 2.9 3/3/98 

121 33 121 3 I Room-3 A Wall Baseboard Intact Wood Beige OOO±O 10 NEG -04±06 O.O±O.I 1.0 3/3/98 

122 33 12:2 3 I Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige 008 ± 0.33 NEG -0 I ± 0 5 0.1 ± 03 2.8 3/3/98 
123 33 123 3 I Room-3 A Cabinet-Lwr Inside Intact Wood Beige 0.11 ± 0.41 NEG -02 ± 0.6 01±0.4 30 3/3/98 
124 33 12:4 3 I Room-3 A Cabinet-Upr Door-Out Intact Wood Beige 0.02 ± 0.29 NEG -04 ± 0.6 00 ± 0.3 1.\ 3/3/98 

125 33 125 3 I Room-3 A Cabinet-Upr Inside Intact Wood Beige 0.03 ± 0.10 NEG -0.5 ± 0 7 00±01 1.0 3/3/98 

126 33 \26 3 I Room-3 0 000r-2 Door Intact Wood Beige 005 ± 0.10 NEG 1.0 ± 0 3 0.1 ± 0.1 18 3/3/98 *1 I 

127 33 127 3 I Room-3 A Ooor-l Casing Intact Wood Beige 005 ± 0.25 NEG 02±07 01 ± 0 3 16 3/3/98 
128 33 128 3 I Room-3 C Wtndow-I Stool Intact Wood Beige 0.04 ± 0 32 NEG -0.1 ± 06 00 ± 0.3 1.7 3/3/98 "9 

129 33 129 3 I Room-3 C Window-I Sash Intact Wood Beige 033 ± 0.29 NEG I I ± 04 03 ± 0.3 44 3/3198 
130 33 130 3 I Room-3 C Wmdow Boxmg Intact Wood Beige 006 ± 0 25 NEG 02±05 01 ± 0 3 20 3/3/98 
131 33 )3,1 3 1 Hall-3 A Wall-Upr Wall Inta,ct IOrywall Beige 0.81 ± 0.67 POS 4.3 ± 1.2 4.3 ± 1.2 10.0 3/3/98 
132 33 132 3 1 Hall-3 B Wall-Upr Wall (ntale! IOrywall Beige 0.51 ± 0.46 POS 1.9 ± 0.5 1.9 ± 0.5 6.8 313198 
lH II 11,3 1 Hall-3 C Wall-Upr Wall Intact IOrywall Beige 0.62 ± 0.50 POS 2.6± 0.8 2.6 * 0.8 Ir 3/3/98 



Site: 33 Date: 3/4/9~1 l'aIntl'age 3 
Ranges (NEG<INC<:POS): J[)evice PCS 

No Site XLNo Insp FIr Room Side SIre Feat Cnd Sub Clr PbL(mg/em') RES PbK Combined DI Date Note 
134 33 134 3 I Ball-3 D Wall-Upr Wall Intact Drywall Beig,e 1.11 ± 0.89 pas 3.6 ± 1.1 3.6 ± 1.1 10.0 3/3/98 
135 33 135 3 1 Ball-.3 D Wall-Lwr Wall Intact Wood Beig,e 0.17 ± 0.25 pas 1.2 ± 0.3 1.2 ± 0.3 5.6 313/98 
136 33 136 3 I Hall-3 C Wall-Lwr Wall Intact Wood Beig'e 021 ±0.40 NEG 0.4 ± 0.4 02 ± 0.4 5.6 3/3/98 
137 33 137 3 I Hall-3 A Wall-Lwr Wall Intact Wood Beig,e 0.22 ± 0 34 NEG 0.7 ± 0.4 02 ± 0.3 70 3/3/98 
138 33 138 3 I Hall-3 A Wall ChaIr-rail Intact Wood Beig,e 0.06 ± 019 NEG 1.0 ± 0 4 0.1 ± 0 2 27 3/3/98 
139 33 139 3 1 Ball-.3 A Wall Baseboard Intact Wood Beig,e 0.93 ± 0.38 pas 2.2 ± 0.5 2.2 ± 0.5 4.5 :113/98 
140 33 140 3 I Hall-3 A Floor Floor Intact Wood Varnish 0.01 ± 0.10 NEG -0.6 ± 08 00 ± 0.1 10 3/3/98 
141 33 141 3 I Hall-3 D Wall Wall-Rgstr Intact Metal Beig'e 0.57 ± 0.18 NEG 0.9 ± 0.5 06 ± 0.2 2.7 3/3/98 
142 33 142 3 I Hall-3 D Door Door Intact Wood Beig'e 055 ± 0 22 NEG 1.0 ± 0.4 06 ± 0.2 30 3/3198 
143 33 143 3 I Hall-:, D Door Casing Intact Wood Beig,e 041±017 NEG 0.1 ± 0.4 04 ± 0.2 26 3/3198 
144 33 144 3 I Hall-:> A Entrance: Casing Intact Wood Beig'e 0.45±0.18 NEG 01±04 05±02 27 3/3/98 
145 33 145 3 I Hall-:, A StalTS RaIl-cap Intact Wood Varnish 0.02 ± 0 40 NEG -0.1 ±0.7 00±04 12 3/3/98 
146 33 146 3 I Hall-:, A Stairs Baseboard-Ins Intact Wood Beig,~ 064 ± 0.40 NEG 1.0 ± 0 4 06±04 5.8 3/3198 
147 33 147 3 I Hall-3 B Cabinet Door-Out Intact Wood Beig'~ 042±0.16 NEG 0.4 ± 0.4 04 ± 0.2 25 313198 
148 33 148 3 I Hall-:, B Cabinet Inside Intact Wood Beig'~ om ± 0.12 NEG -0.4± 0.6 00±01 10 3/3198 
149 33 149 3 I Room··3 B Floor Floor Intact Wood Varni~;h om ± 0.10 NEG -1.0 ± 0.8 00 ± 0.1 10 3/3198 
150 33 150 3 t Porch·-2 D Porch-2 Columns Intact Wood White »5.0± 1.00 pas 28.0±3.5 28.0±3.5 10.0 :113/98 
151 33 151 3 t Porch·-2 D Porch-2 Trim-Upr Intact Wood White »5.0± 1_00 pas 28.9±3.6 28.9 * 3_6 7.3 :1/3/98 
152 33 152 3 I Porch-2 D Porch-2 Lattice Intact Wood White 0.80*0_81 pas 11_5 * 2.5 11.5 * 2.5 10.0 :113/98 
153 33 153 3 I Porch .. 2 A Wall Wall Intact Wood Whit,e 000 ± O. \0 NEG -0.6 ± 0.7 OO±O.I 10 3/3198 
154 33 154 3 I Porch-2 B Wall Wall Intact Masonite White 2.50* 1.92 pas 6.5*2.3 6.5*2.3 3_6 :113/98 
155 33 155 3 1 Porch·-2 B Door-2 Door Intact Wood White »5.0* 1.00 pas 29.5 * 3.5 29.5*3.5 7.8 :113/98 
156 33 156 3 1 Porch·-2 B Door-2 Threshold Intact Wood Gray 1.74 * 0.91 pas 3.1 * 1.0 3.1 * 1.0 4.3 :113/98 
157 33 157 3 1 Porcb·-2 B Door-3 Door Intact Wood White »5.0* 1.00 pas 27.7 * 3.4 27.7 * 3.4 5.7 :1/3/98 *12 
158 33 158 3 I Shutter Cal-I Calibrate: Calibrate O.OO± 0.00 00 ± 0.0 00 ± 0.0 0.0 313198 
159 33 159 3 1 Calibra:te-l Calibrat,e Calibrate 1.08 * 0.14 pas 0.5*0.4 1.1*0.1 1.1 :1/3/98 
160 33 160 3 I Calibralte-2 Calibrat,e Calibrate 1.28 * 0.29 pas 0.2 *0.5 1.3 * 0.3 2.6 :113/98 
161 33 161 3 1 Calibralte-3 Calibrat,e Calibrate 1.16 ± 0.25 pas 0.4 * 0.5 1.2 * 0.3 2.3 :1/3/98 
162 33 162 3 I Calibralte-4 Calibrat,e Calibrate 1.00± 0.22 pas 0.6*0.4 1.0±0.2 2.1 :1/3/98 
163 33 163 3 2 Shutter Cal-I Cahbrate: Cahbrate O.OO± 0.00 00 ±O.O O.O± 00 00 313198 
164 33 164 3 2 Calibrate-I Calibrate: Calibrate 096 ± 0.\0 NEG 0.3 ± 0 5 1.0± 0.1 10 3/4198 
165 33 165 3 2 Calibralte-2 Calibrat,e Calibrate 1.68 ± 0.33 pas 0_5±0.9 1.7 ± 0.3 1.1 :1/4/98 
166 33 166 3 2 Calibrate-3 Calibrate: Calibrate 0.92± 0.20 NEG 0.3 ± 0.5 09 ± 0.2 2.0 3/4/98 
167 33 167 3 2 Room .. I A Wall-Uplr Wall Intact Drywall Beig': 0.03 ± 0.10 NEG -0.4 ±O 7 OO± 0.1 31 314/98 
168 33 168 3 2 Room··l B Wall-Upr Wall Intact Drywall Beig,~ 0.31 ± 0.33 pas 2.6±0.8 2.6±0.8 9.0 :114/98 
169 33 169 3 2 Room·· 1 C Wall-Upr Wall Intact Drywall Beigl: 009±0.10 NEG 0.2 ± 0.7 02 ± 0.7 10.0 3/4198 
170 33 170 3 2 Room .. 1 0 Wall-llp:r Wall Intact Drywall Belgl~ 001 ±O.IO NEG -06 ± 0 6 00±01 30 314/98 
171 33 I7I 3 2 Room .. I D Wall-Lwr Wall Intact Wood Beig'~ 0.00 ± 0.10 NEG 03 ± 0.6 00±01 10 3/4/98 
172 33 172 3 2 Room·· I C Wall-Lwr Wall Intact Wood Beigl: OOO±O 10 NEG -05 ± 0.6 O.O±O I 10 314198 
173 33 173 3 2 Room·· I B Wall-Lwr Wall Intact Wood Beigl: 0.26 ± 0 35 NEG 1.1±05 03 ± 0.4 75 3/4198 
174 33 174 3 2 Room··l A Wall-Lwr Wall Intact Wood Beig'~ 0.19 ± 0.26 pas 1.2 ± 0.3 1.2 ± 0.3 7.3 :1/4/98 
175 33 175 3 2 Room·· 1 A Wall Chair-rail Intact Wood Beigl~ 0.07 ± 0 33 NEG -0.1 ± 0.6 01 ± 0.3 3.9 3/4198 
176 33 176 3 2 Room·· I A Wall Baseboard Intact Wood Beig': 0.47 ± 0.38 NEG 0.7 ± 0.5 0.5 ± 0.4 5.6 3/4/98 
177 33 177 3 2 Room·· I A Floor Floor Intact Wood Varnish O.oJ ± 015 NEG 0.0±0.6 00 ± 0.2 10 314/98 
178 33 178 3 2 Room·· I B Door-I Door Intact Wood Beig'~ Oil ± 0.36 NEG 0.1 ± 05 0.1 ± 0 4 3.2 3/4/98 .\3 
179 33 179 3 2 Room·· I C Door-2 Door Intact Wood Beig': Oil ± 0.27 NEG -0.4 ± 0.5 0.1 ± 0.3 33 3/4198 
180 33 180 3 2 Room-·1 C Door-3 Casing Intact Wood Beig,~ 026 ± 0 24 NEG -0.3 ± 0.4 03 ± 0.2 39 3/4198 
181 33 181 3 2 Room··l D Window-l Stool Intact Wood Beigle 0.39±0.32 pas 1.5 ± 0.3 1.5± 0.3 7.0 3/4/98 
182 33 182 3 2 Room··' D Window-l Sash Intact Wood Beigl~ 0.62±0.53 pas 1.8 ±0.5 1.8± 0.5 7.8 :114/98 
183 33 183 3 2 Room·· I C Wall Wall-Rgstr Intact Metal Beig': 006 ± 0.15 NEG 0.6 ± 0.6 0.1 ± 0.2 25 3/4/98 
184 33 184 3 2 Room· I A Closet-2 Door Intact Wood Beig': 009 ± 0.32 NEG 0.1 ±0.6 01±03 2.5 3/4/98 
185 33 185 3 2 Room-1 A Closet-2 Casing Intact Wood Belg': 005 ± 0.26 NEG o O± 0.6 01±03 1.6 3/4/98 
186 33 186 3 2 Room-I B Closet-2 Baseboard Intact Wood Beigl: 0.24 ± 0 23 NEG 1.0 ± 0.4 0.2 ± 0.2 3.8 3/4198 
187 33 187 3 2 Room-·I C Closet-2 Shelf Intact Wood Beigl: 0.07± 0.29 NEG 00±06 0.1 ± 0.3 2.2 :1/4/98 
188 33 188 3 2 Room-·l C Closet-2 Hanger-rod Intact Metal Beig': 022 ± 0 34 NEG -0.4 ±0.6 0.2 ± 0.3 5.7 314/98 
189 33 189 3 2 Room··1 A Closet-2 Wall Intact Drywall Beige 1.81 ± 0.77 pas 1.7 ± 0.8 1.8 ± 0.8 4.4 :1/4/98 
190 33 190 3 2 Room··\ B C105et-2 Wall Intact Drywall Beig,: 1.25 ± 0.84 pas 1.6 ± 0.5 1.6±0.5 10.0 :1/4/98 
191 33 191 3 2 Room··l C Closet-2 Wall Intact Drywall Beig'~ 2.24 ± 1.84 pas 3.7 ± 1.2 3.7 ± 1.2 10.0 :114/98 
192 33 192 3 2 Room··l D Closet-2 Wall Intact Drywall Beig'~ 0.99 ±0.66 pas 0.8 ±0.5 1.0± 0.7 10.0 :114/98 
.93 33 193 3 2 Room··2 A Wall-Upr Wall Intact Drywall Beigl~ 1.79 ± 1.37 pas 2.6 ±0.9 2.6*0.9 10.0 :114/98 
94 33 194 3 2 Room··2 B Wall-Upr Wall Intact Drywall Beige 1.18± 1.70 pas 4.1 ± 1.2 4.1 ± 1.2 7.6 :1/4/98 
95 33 195 3 2 Room··2 C Wall-lJpr Wall Intact Drywall Beige 1.61 ± 1.18 pas 2.8±0.8 2.8 * 0.8 10.0 :1/4/98 
96 33 196 3 2 Room··2 D Wall-Up,r Wall Intact Drywall Beig'~ 1.04 ± 0.95 pas 4.7 ± 1.6 4.7 ± 1.6 10.0 :1/4/98 
97 33 197 3 2 Room··2 D Wall-Lwr Wall Intact Wood Beig'~ 0.86 ± 0.55 pas 1.4 ±0.3 1.4 ± 0.3 10.0 :1/4/98 
98 33 198 3 2 Room .. 2 C Wall-Lwr Wall Intact Wood Beig'~ 0.99±0.67 pas 1.3 * 0.4 1.3 ± 0.4 10.0 :1/4/98 
99 33 199 3 2 Room··2 B Wall-Lwr Wall Intact Wood Beige 0.79 ± 0.51 pas 1.6±0.3 1.6 ± 0.3 10.0 :114/98 
00 33 200 3 2 Room-·2 A Wall-Lwr Wall Intact Wood Beigl~ 0.68 ± 0.42 pas 1.1 ± 0.3 1.1 ± 0.3 8.4 :1/4/98 
01 33 201 3 2 Room-2 A Wall Chair-raIl Intact Wood Beig': 062 ± 0.46 NEG 1.0 ± 0 5 06±05 64 3/4/98 
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:,te: 33 Date: 3/4/98 Pamt IPage 4 

l:anges (NEG<INC<POS): Device PC'S 

No Site XLNo I'nsp Fir Room Side Strc Feat Cnd Sub C'lr PbL(mg/cm') RES PbK Combined DI Date Note 

202 33 202 3 2 Room-2 A Wall Baseboard Intact Wood Iklge 007 ± 017 NEG 07",0.4 OI~02 27 314198 

203 33 203 3 2 Room-2 A Floor Floor Intact Wood VarnIsh a as ± 0 36 NEG -02 ± 0.5 01±0.4 1.7 3/4/98 

204 33 204 3 2 Room-2 C Door-I Door Intact Wood Beige 011 ± 0.14 NEG 0.3 ± 0.4 01 ± 0 I 25 3/4/98 

205 33 205 3 2 Room-2 C Door-2 Door Intact Wood Beige 0.05 ± 0 24 NEG 0.1 ±0.7 01 ± 0 2 16 3/4/98 

206 33 206 3 2 Room-2 C Door-2 Casmg Intact Wood Beige 0.13±037 NEG -0.3 ± 0.6 01±04 5.1 3/4/98 

207 33 207 3 2 Room-2 A Window-I Stool Intact Wood Beige 0.05 ± 0.20 NEG 0.1 ±0.7 01 ± 0.2 1.5 3/4/98 

208 33 208 3 2 Room-2 A Window-I Sash Intact Wood Beige 0.28±0.23 POS 1.6±0.3 1.6± 0.3 5.2 3/41911 

209 33 209 3 2 Room-2 A Closet-I Door Intact Wood Beige 0.04±0.19 NEG 0.2 ± 0.5 O.O± 0.2 1.6 3/4/98 

2\0 33 210 3 2 Room-2 A Closet-I Casmg Intact Wood Beige 009 ± 0.25 NEG 0.1 ± 0.7 0.1 ± 0 3 1.9 3/4/98 

211 33 211 3 2 Room-2 B Closet Baseboard Intact Wood Beige 008± 0.22 NEG 0.7 ± OA 01 ± 0.2 3.1 3/4/98 

212 33 212 3 2 Room-2 C Closet Shelf Intact Wood Beige 007± 0.24 NEG O.O± 0.6 01±02 16 314/98 

213 33 213 3 2 Room-2 C Closet Hanger-rod Intact Metal BeIge 013 ± 0 23 NEG -0 I ± 0.8 0.1 ± 0 2 3.1 314198 

214 33 214 3 2 Room-2 A Closet Wall Intact Drywall Beige 2.41 ± 1.29 POS 2.H:0.9 2.7 ± 0.9 5.3 314/911 

215 33 215 3 2 Rllom-2 B Closet Wall Inlact Drywall Beige »5.0± 1.00 POS 3.6 ± 1.7 3.6 ± 1.7 7.9 3/4/911 

216 33 216 3 2 Room-2 C Closet Wall Intact Drywall Beige 4.44 ± 1.66 POS 2.5 ± 1.8 2.5 ± 1.8 8.8 3/4/911 

217 33 217 3 2 Rllom-2 D Closet Wall Intact Drywall Beige 2.65 ± 1.46 POS 3.2 ±0.8 3.2 ±0.8 7.1 3/41911 

218 33 218 3 2 Room-2 0 Wall Wall-Rgstr Intact Metal Beige 067 ± 0.43 NEG 07 ± 0.4 0.7 ± OA 10.0 3/4/911 

219 33 219 3 2 Bath-2 A Wall WallPaper Intact Drywall Beige 0.04 ± 0.25 NEG 0.0 ± 0 7 0.0 ± 0 3 3.0 3/4/911 

220 33 220 3 2 Bath-2 B Wall Wall Paper Intact Drywall Beige 005 ± 0.30 NEG 0.0 ± 0.6 01 ± 0.3 3.5 3/41911 

221 33 221 3 2 Bath-2 C Wall Wall Paper Intact Drywall Beige 0.01 ± 0.19 NEG 0.1 ±04 O.O± 0 2 1.2 3/41911 

222 33 222 3 2 Bath-2 C Wall Wall Paper Intact Drywall Beige 002 ± 0 32 NEG 02 ± 0.6 00 ± 0.3 1.1 3/41911 

223 33 223 3 2 Bath-2 A Door Door Intact Wood Beige 0.58±0.19 NEG 09 ± 0.4 0.6± 0.2 2.6 3/4/911 

224 33 224 3 2 Bath-2 A Door Casing Intact Wood Beige 048 ± 0 20 NEG 0.6 ± 0 4 0.5 ± 0 2 3.0 3/4198 

225 33 225 3 2 Bath-2 B Wmdow Stool Intact Wood Beige 0.14 ± 0.29 NEG 0.1 ±OA 01 ± 0.3 3.7 3/4/98 

226 33 226 3 2 Bath-2 B Window Sash Intact Wood Beige 0.54 ± 0.16 POS 1.6 ± 0.3 1.6± 0.3 3.5 3/4/911 

227 33 227 3 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige 0.00 ± 010 NEG -0.7 ± 0.8 00±01 10 3/4/98 

228 33 228 3 2 Bath-2 D Cabinet InsIde Intact Wood Beige 000±010 NEG -0.2 ± 0 6 O.O±O.I 1.0 3/4/98 

229 33 229 3 2 Illall-4 A Wall-Upr Wall Intact Drywall Beige 0.84 ± 0.65 POS 2.9 ±0.9 2.9± 0.9 10.0 3/4/911 

230 33 230 3 2 Illall-4 B Wall-Upr Wall Intact Drywall Beige 0.59± 0.43 POS 2.3±0.6 2.3 ±0.6 10.0 3/4/911 

231 33 231 3 2 Illall-4 C Wall-Upr Wall Intact Drywall Beige 0.63 ± 0.46 POS 2.2 ±0.6 2.2 ± 0.6 10.0 3/4/911 

232 33 232 3 2 Illall-4 D Wall-Upr Wall Intact Drywall Beige 0.61 ± 0.49 POS 3.3 ± 1.0 3.3 ± 1.0 10.0 3/4/911 

233 33 233 3 2 Hall-4 0 Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.6 OO±O.I 1.0 314/911 

234 33 234 3 2 Hall-4 C Wall-Lwr Wall Intact Wood Beige 006 ± 0.23 NEG 1.I ±04 0.1 ±0.2 30 3/4/911 

235 33 235 3 2 Hall-4 B Wall-Lwr Wall Intact Wood Beige 0.12± 0 36 NEG 0.2 ± 0 8 0.1 ± 04 53 3/41911 

236 33 236 3 2 Hall-4 A Wall-Lwr Wall Intact Wood Beige 0.15 ± 0.28 NEG 0.4 ± 0.4 02 ± 0.3 4.2 3/4/911 

237 33 237 3 2 Hall-4 A Wall Chair-rail Intact Wood Beige 0.20 ± OAO NEG 0.5 ± 0 4 0.2 ± 0 4 5.3 3/4/911 

238 33 238 3 2 Illall-4 A Wall Baseboard Intact Wood Beige 0.60 ± 0.33 POS 2.1 ± 0.5 2.1 ± 0.5 4.8 3/4/911 

239 33 239 3 2 Hall-4 A Floor Floor Intact Wood Varnish O.OO±O.IO NEG -0.4 ± 0.7 O.O±O.I 1.0 3/4/911 

240 33 240 3 2 Hall-4 A Floor Register Intact Metal White 002±0 10 NEG -0.5 ± I 0 O.O±O.I 1.0 3/4/98 

241 33 241 3 2 Hall-4 0 Stairs WallCasmg Intact Wood Beige 0.75 ± 0.37 NEG 0.7 ± 0 5 0.8 ± OA 4.9 3/4/911 

242 33 242 3 2 Hall-4 A Ooor-I Door Intact Wood Beige 0.38 ± 0.17 NEG 0.5 ± 0.4 OA ± 0.2 2.6 3/4/911 

243 33 243 3 2 Hall-4 0 Door-5 Casing Intact Wood Beige 050 ± 024 NEG 0.2 ± 0.4 0.5 ± 0 2 36 3/4/911 

244 33 244 3 2 Hall-4 B Window-5 Stool Intact Wood Beige 0.55 ± 0.23 NEG 1.0 ± 0.5 o 6± 0.2 3.2 3/4/911 

245 33 245 3 2 llIall-4 B Window-5 Sash Intact Wood Beige 1.07 ± 0.56 POS 2.6±0.8 2.6±0.8 4.0 3/4/911 

246 33 246 3 2 Hall-4 0 Closet-5 Door Intact Wood Beige 0.38 ± 0.12 NEG 0.5 ± OA OA ± 0 I 1.8 3/41911 

247 33 247 3 2 Hall-4 0 Closet-5 Casing Intact Wood Beige o 15±0.26 NEG 0.2 ± 0 6 0.2± 0 3 2.8 3/4/911 

248 33 248 3 2 Illall-4 A Closet Baseboard Intact Wood Beige 0.82 ±0.55 POS 1.8 ± 0.5 1.8 ± 0.5 10.0 3/4/911 

249 33 249 3 2 Hall-4 B Closet Shelf Intact Wood Beige 002 ± 0.35 NEG -0 g ± 0 7 0.0 ± 0 4 12 3/4/911 

250 33 250 3 2 Hall-4 B Closet Hanger-rod Intact Metal Beige 0.08 ± 0 52 INCOM 0.2 ± I 4 0.1 ± 0.5 3.0 3/4/911 

251 33 251 3 2 Hall-4 B Closet Hanger-rod Intact Metal Beige 004 ± 0 22 NEG -07 ± I 0 0.0 ± 0 2 1.8 3/4/911 

252 33 252 3 2 Illall-4 A Closet Wall Intact Drywall Beige 1.19 ± 1.37 POS 4.1 ± 1.2 4.1 ± 1.2 6.0 314/911 

253 33 253 3 2 Hall-4 B Closet Wall Intact Drywall Beige 1.81 ± 1.82 POS 3.0±0.9 3.0 ± 0.9 9.0 3/4/911 

254 33 254 3 2 Illall-4 C Closet Wall Intact Drywall Beige 2.23 ± 1.91 POS 3.1 ± 1.0 3.1 ± 1.0 8.4 3/4/911 

255 33 255 3 2 Hall-4 D Closet Wall Intact Drywall Beige »5.0± 1.00 POS 4.3 ± 1.8 4.3 ± 1.8 10.0 314m 

256 33 256 3 2 HallA B Cabinet Door-Out Intact Wood Beige 0.55 ± 0.24 NEG 0.5 ± 0 4 0.6 ± 0.2 3.4 3/4/98 

257 33 257 3 2 Hall-4 B Cab met InSIde Intact Wood Beige 0.02 ± 0.10 NEG -0.7±06 00±01 2.7 3/4/9U 

258 33 258 3 2 llIall-4 D Door Ovrhd-Door Intact Wood Beige 1.00± 0.78 POS 1.3 ± 0.4 1.3 ± 0.4 9.1 3/4/911 

259 33 259 3 2 Hall-4 0 Casing Ovrhd-Door Intact Wood Beige 0.35 ± 0 93 INCOM 0.9 ± 0.9 OA ± 0.9 4A 3/41911 

260 33 260 3 2 Hall-4 D Casing Ovrhd-Door Intact Wood Beige 1.01 ± 0.64 POS 1.0± 0.4 1.0±0.4 9.4 3/4/911 

261 33 261 3 2 Hall-4 0 Ceil-regist Register Intact Metal Beige 0.08±0.10 NEG 0.2 ± 0.9 0.1 ±O.I 1.0 3/4/98 

262 33 262 3 2 Illall-4 D Ceil-regist Casing Intact Wood Beige 1.38 ± 2.67 POS 5.2±1.7 5.2 ± 1.7 6.8 3/41911 

263 33 263 3 2 Room-3 A Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.16 NEG 0.1 ± 0 6 O.O± 0.2 1.0 3/4/9U 

264 33 264 3 2 Room-3 B Wall-Upr Wall Intact Drywall Beige 0.36 ± 0.24 POS 1.3 ± 0.3 1.3 ± 0.3 10.0 3/4/911 

265 33 265 3 2 Room-3 C Wall-Upr Wall Intact Drywall Beige 030 ± 0 37 NEG 1.1±05 0.3 ± 0 4 7.8 3/4/911 

266 33 266 3 2 Room-3 0 Wall-Upr Wall Intact Drywall Beige 0.12 ± 0 20 NEG 1.1±05 01±02 35 3/4/911 

267 33 267 3 2 Room-3 0 Wall-Lwr Wall Intact Wood BeIge 026 ± 0 29 NEG 0.7 ± 0 3 0.7 ± 0 3 82 3/4/911 

268 33 268 3 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 0.31±0.41 NEG 1.1±05 03± 04 7 <, 3/41911 
Jl W.II-I.wr Wall Intact Wood BeIge 020 ± 0 33 NEG 1.0 ± 0 4 0.2 ± 0 3 3/4/911 



Site: 33 Date: 3/4/98 Pamt Page 5 
Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Stre I'eat Cnd Sub Clr PbL(mg/cm') RES PbK Combin"d IH Date Note 
270 33 270 3 2 Room-3 A Wall-Lwr Wall Intact Wood Beige OOO±O.IO NEG -06 ± 0 7 00 ± 0.1 1.0 3/4/98 
271 33 271 3 2 Room-3 A Wall Chair-rail Intact Wood Beige o 10±023 NEG 04±04 o 1 ± 0.2: S9 3/4/98 
272 33 272 3 2 Room-3 A Wall Baseboard Intact Wood Beige 001 ± 0.22 NEG -04 ± 0 7 O.O± 02: 10 3/4/98 
273 33 273 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 019±0.17 NEG 0.3 ± 06 0.3 ± 0 6 10.0 3/4/98 
274 33 274 3 2 Room-3 A Floor Floor Intact Wood Varnish 0.00 ± 0 !O NEG -0.2 ± 0 8 O.O± 0.1 1.0 3/4/98 
275 33 275 3 2 Room-3 A Door-I Door Intact Wood Beige 0.02 ± 0 2:4 NEG 0.0 ± 0 7 o 0±0.2: 12 3/4/98 
276 33 276 3 2 Room-3 B 000r-3 Door Intact Wood BeIge 0.37 ± 017 NEG 0.1 ± 0.4 0.4± 02 26 3/4/98 
277 33 277 3 2 Room-3 B 000r-4 Door Intact Wood Beige 065 ± 0.22 NEG 0.6 ± 0.4 0.7± 0 2: 30 3/4/98 
278 33 278 3 2 Room-3 A Door-2 Casing Intact Wood Beige 0.14 ± 0.34 NEG 0.0 ± 0.4 0.1 ± 0 3, 4.5 3/4/98 
279 33 279 3 2 Room-3 C Window-I Stool Intact Wood Beige 0.99 ± 0.~'9 POS 1.2 ± 0.5 1.2 ± O.~' S,.3 3/4/98 
280 33 280 3 2 Room-3 C Window-I Sash Intact Wood Beige 1.02 ± 0.419 POS 2.3 *0.6 2.3 *O.~' 4.5 3/4/98 
281 33 281 3 2 Room-3 C Closet-2 Door Intact Wood Beige 002 ± 0.15 NEG -0.6 ± 0.7 o o± 0.2 1.0 3/4/98 
282 33 282 3 2 Room-3 C Closet-2 Casing Intact Wood Beige 011 ± 0.2:9 NEG -0 I ±0.7 0.1 ± 0.3 2.2 3/4/98 
283 33 283 3 2 Room-3 D Closet-2 Baseboard Intact Wood Beige 010±036 NEG 0.3 ± 0.8 01 ± 0.4 44 3/4/98 
284 33 284 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige 0.02 ± 0.10 NEG 0.2 ± 0 7 O.O±O.I 1.0 3/4/98 
285 33 285 3 2 Room-3 A Closet-2 Hanger-rod Intact Metal Beige 009 ± 0.22 NEG 0.2±0.7 0.1 ± 0.2: 3.0 3/4/98 
286 33 286 3 2 Room-3 A Closet-2 Wall Intact Drywall Beige 1.14 :1:0.76 POS 1.4:1:0.5 1.4:1: O.~' 10.0 3/4/98 
287 33 287 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 0.77:1: 0.75 POS 2.3:1: 0.7 2.3:1:0.1' S:.8 3/4/98 
288 33 288 3 2 Room-3 C Closet-2 Wall Intact Drywall Beige 1.40:1: 0.411 POS 1.9:1: 0.6 1.4:1: 0.41 3.6 3/4/98 
289 33 289 3 2 Room-3 D Closet-2 Wall Intact Drywall Beige 0.93:1: 0.~'6 POS 1.8 ± 0.4 1.8:1: 0.41 S:.6 3/4/98 
290 33 290 3 2 Bath-3 A Wall Wall Paper Intact Drywall Beige 0.02 ± 0]0 NEG -03 ± 06 0.0 ± 0 3 15 3/4/98 
291 33 291 3 2 Bath-3 B Wall Wall Paper Intact Drywall Beige 0,0} ± 0.10 NEG -03 ± 06 00 ± 0.1 10 3/4/98 
292 33 292 3 2 Bath-3 C Wall Wall Paper Intact Drywall Beige 024 ± 0.2:7 NEG 0.3 ± 0.4 02 ± 0.3- 4.5 3/4/98 
293 33 293 3 2 Bath-3 D Wall Wall Paper Intact Drywall Beige 0.17 ± 0.2:8 NEG -0.3 ± 0.8 0.2 ± 0.3 2.5 3/4/98 
294 33 294 3 2 Bath-3 D Door Door Intact Wood Beige 0.44 ± 0 2'6 NEG 04±04 0.4 ± OJ 4.0 3/4/98 
295 33 295 3 2 Bath-3 D Door Casing Intact Wood BeIge 0.17±O.l7 NEG 02±07 0.2±02' 16 314/98 
296 33 296 3 2 Bath-3 C Window Stool Intact Wood Beige 0.23 ± 0 2:3 NEG 05 ± 0.5 0.2 ± 0.2: 3.7 3/4/98 
297 33 297 3 2 Bath-3 C Window Sash Intact Wood Beige 0.65:1: 003,5 POS 2.3 ±0.5 2.3 :l:O.~' 4.6 3/4/98 
298 33 298 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige O.OO±O 18 NEG 0.1 ± 07 0.0±02: 10 3/4/98 
299 33 299 3 2 Bath-3 B Cabinet Inside Intact Wood Beige OOO±O.IO NEG -0.7± 0.6 0.0:1:0.1 1.2 3/4/98 
300 33 300 3 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 00 ± 0.0 O.O± 0.0 00 3/4/98 
301 33 301 3 2 Calibrate-l Calibrate Calibrate 1.01 * 0.12 POS 0.5:1:0.4 1.0:1: 0.1 1.0 3/4/98 
302 33 302 3 2 Calibrate-2 Calibrate Calibrate 1.28 * 0.28 POS 0.0:1:0.4 1.3:1: 03 2.6 3/4/98 
303 33 303 3 2 Calibrate-3 Calibrate Calibrate 1.12 * 0.2:5 POS 1.0:1: 0.4 1.1:1: 0.3, 2.3 3/4/98 
304 33 304 3 2 Calibrate-4 Calibrate Calibrate 1.J2:1: 0.2:4 POS 0.5:1:0.5 1.J :I: 0.2: 2.3 3/4/98 
305 33 305 3 2 Calibrate-5 Calibrate Calibrate 1.14300.2.5 POS 0.5:1: 0.5 1.1 :I: 003\ 2.3 3/4/98 
306 33 306 3 2 Calibrate-6 Calibrate Calibrate 1.17 * 0.2:6 POS 0.5* 0.5 1.2:1: 003\ 2.4 3/4/98 
307 33 307 3 2 Calibrate-7 Calibrate Calibrate 1.00:1: 0.2:1 POS 0.4:1:0.4 1.0:1: 0.2: 2.0 3/4/98 
308 33 308 3 I Room-I Ceiling Ceiling Intact Drywall Beige 1.99:1: U4 POS 3.6:1: 1.0 3.6* 1.0 10.0 3/4/98 
309 33 309 3 1 Room-I Wall Crown-mold Intact Drywall Beige 0.54*0.414 POS 3.0:1:0.9 3.0:l:0.~1 10.0 3/4/98 
310 33 310 3 1 Hall-I lCeiling Ceiling Intact Drywall Beige 1.80:1: 1.2:9 POS 2.4:1: 0.6 2.4:1:0.~, 10.0 3/4/98 
311 33 311 3 1 Porch-I I'orch-I Ceiling Intact Wood White »5.0:1: 1.00 POS 13.0:1: 2.6 13.0:1: 2.~' 4.7 3/4/98 
312 33 312 3 1 Porch-I Closet Ceiling Intact Drywall Beige 0.01 ± 0.19 POS 2.9:1:0.9 2.9:1:0.~1 1.0 3/4/98 
313 33 313 3 I Room-2 A lCeiling Ceiling Intact Drywall Beige 0.54:1: 003,5 POS 1.4 * 0.4 1.4:1: 0.4: 10.0 3/4/98 
314 33 314 3 I RQom-2 C Closet CeIling Intact Drywall Beige 012 ± 0.20 NEG 0.5 ± 0.4 01 ±0.2: 6.9 3/4198 
315 33 315 3 I Hall-2 C Closet Ceiling Intact Drywall Beige 0.17±0.\O NEG -0.6 ± 0.7 -0.6 ± 0 I' 10.0 3/4/98 
316 33 316 3 I Hall-2 C Ceiling Ceiling Intact Drywall Beige 0,0\ ± 0.2:2 NEG -0.3 ± 0.6 0.0 ± 0 2' 1.0 3/4198 
317 33 317 3 I Bath-I D Ceiling Ceiling Intact Drywall Beige 031 ± 0 43 NEG 0.1 ± 04 0.3 ± 0 4 6.4 3/4/98 
318 33 318 3 I Kitchen-O A Ceiling Ceiling Intact Drywall Beige 0.08 ± 0 34 NEG 00±06 0.1 ± 0 3 27 3/4/98 
319 33 319 3 I Room-3 A Ceiling Ceiling Intact Drywall Beige 1.14:1: 0.~:3 POS 2.4:1:0.7 2.4:1:0.7 10.0 3/4/98 
J20 33 320 3 1 Room-3 A Wall Crown-mold Intact Wood Beige 0.76:1: O.~'O POS 3.0±0.9 3.0:l:0.~1 10.0 3/4/98 
321 33 321 3 1 HaIl-3 A Wall Crown-mold Intact Wood Beige 0.57 * 1.04 POS 5.0:1: 1.2 5.0:1: 1.2 6.6 3/4/98 
522 33 322 3 1 HaIl-3 A Ceiling Ceiling Intact Drywall Beige 0.56:1: 0.48 POS 1.8:1: 0.5 1.8:1: 0.5, 9'.0 3/4/98 
523 33 323 3 1 Porch-2 B l'orcb-2 Ceiling Intact Wood Wbite »5.0:1: 1.00 POS 17.4±2.7 17.4:1:2.7 8:.2 3/4/98 
!24 33 324 3 2 Room-I C Ceiling Ceihng Intact Drywall Beige 0.08 ± 0 34 NEG -0.1 ± 0.7 0.1 ±03 4.0 3/4/98 
125 33 325 3 2 Room-I C Wall Crown-mold Intact Wood Beige 0.20±0.408 POS 2.2:1: 0.6 2.2 :l:0.~' 5,.2 3/4/98 
126 33 326 3 2 Room-I A Closet Ceiling Intact Drywall Beige 1.63:1: O.~'l POS 1.8:1:0.5 1.6:1: O.~, 50.8 3/4/98 
127 33 327 3 2 Room-2 A Closet Ceiling Intact Drywall Beige 2.29:1: UO POS 1.7:1: 0.8 2.3* U. U 3/4/98 
i28 33 328 3 2 Room-2 C Wall Crown-mold Intact Wood Beige 0.71:1: 0.5,4 POS 2.5 ± 0.7 2.5 * O.i' 11l-0 3/4/98 
\29 33 329 3 2 Room-2 C Ceiling Ceiling Intact Drywall Beige 2.34:1: 1.i'0 POS 2.5 ±0.8 2.5:1:0.~: 8.8 3/4/98 
30 33 330 3 2 Hall-4 B Ceiling Ceiling Intact Drywall Beige 0.74:1: 0.4:7 POS 1.0 ± 0.3 1.0:1: 0.3\ 10.0 3/4/98 
31 33 331 3 2 Hall-4 D Closet Ceiling Intact Drywall Beige 3.05:1: HIS POS 2.9:1: 0.8 2.9 * O.S: 10.0 3/4/98 
32 33 332 3 2 Bath-2 B Ceiling Ceiling Intact Drywall Beige 0.53 ± 037 NEG 00 ± 0.5 0.5 ± 0 4 5.6 3/4/98 
33 33 333 3 2 Bath-3 C Ceiling Ceiling Intact Drywall Beige o 12 ± 035 NEG -0.6 ± 0 6 01±04 48 3/4/98 
34 33 334 3 2 Room-3 A Ceiling Ceiling Intact Drywall Beige 0.91 :l:O.M POS 2.2:1: 0.5 2.2:1:0.51 10.0 3/4/98 
35 33 335 3 2 Room-3 A Wall Crown-mold Intact Wood Beige 031 ±o.n NEG 0.9 ± 0 3 09±03 9.8 3/4/98 
36 33 336 3 2 Room-3 C CIQset Ceiling Intact Drywall Beige 1.35:1: O.~'O POS 1.4:1: 0.5 1.4 ± 0.5 5,.6 3/4/98 
37 33 337 3 2 House-ext. A Wall Wall Intact Masonite Beige 001 ± 0 2:8 NEG -01 ± 0 8 0.0 ± 0 3: 1.0 3/4/98 
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ltanges (NEG<INC<POS): De"ice PCS 

No Site XLNo ]Insp FIr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined 01 Date Note 

338 33 338 3 2 HOluse-ext. B Wall Wall Intact Masomte Beige OOO±O.IO NEG -04±0.8 O.O± 0.1 1.0 3/4/98 

339 33 339 3 2 House-ext. C Wall Wall Intact Masonite White 001±0.10 NEG -1.2 ± 0.8 0.0 ± 0 I 2 I 3/4/9:g 

340 33 340 3 2 House-ext. 0 Wall Wall Intact Masonite White 0.01 ± 0.10 NEG -0.2 ± 08 00±01 10 314m 

341 33 341 3 2 House-ext. A Door-3 Door Intact Masonite White 000 ± 0.10 NEG -0.2 ± 0.6 0.0 ± 0 I 10 3/41n 

342 33 342 3 2 Ho'use-ext. A Door-3 Casing Intact Wood White 2.70 * 3.40 POS 6.3 * 1.8 6.3 * 1.8 6.5 3/4/91~ 

343 33 343 3 2 Porch-l A Porch-l Columns Intact Wood White »5.0* 1.00 POS 27.3:3.6 27.3 * 3.6 10.0 3/4/91~ 

344 33 344 3 1 Purch-l A Wall Wall Intact Wood White 0.01 * 0.14 POS 2.5 * 0.7 2.5 * 0.7 1.0 314m 

345 33 345 3 1 Purch-l A Porch Trim-Lwr Intact Wood White »5.0* 1.00 POS 30.9*3.7 30.9*3.7 6.9 3/4/91~ 

346 33 3:46 3 1 Purch-l A Porch Lattice Intact Wood Green »5.0* 1.00 POS 26.7 :3.6 26.7*3.6 4.9 3/4/91~ 

347 33 347 3 1 Porch-I A Porch Floor Intact Wood Gray 0.00 ± 0.11 NEG -0.6 ± 0.7 OO± 0.1 1.0 3/4/9:g 

348 33 348 3 I Porch-I A Porch Awning Intact Metal White O.OO±O.IO NEG 0.1 ± 0.6 O.O±O.I 1.2 3/4/98 

349 33 3i49 3 1 Porch-I B Window Stool Intact Wood White 3.34 * 2.75 POS 21.8 * 3.1 21.8 * 3.1 10.0 314m 

350 33 3:50 3 1 House-ext. B Window Sasb-Ext Intact Wood White 3.3720 2.73 POS 25.3*3.3 25.3 * 3.3 6.7 3/4/91~ 

351 33 3:51 3 1 House-ext. B Window Screen-sasb Peeling Wood Green 4.21 * 1.89 POS 5.6*2.0 5.6202.0 1.8 3/4/91~ 

352 33 3i52 3 1 Ho'use-ext. A Window Awning Peeling Metal White 0.15* 0.17 POS 1.8 * 0.5 1.8* 0.5 3.3 3/4/91~ 

353 33 3:53 3 1 House-ext. A Door-l Casing Fair Wood Green »5.020 1.00 POS 14.1 * 2.6 14.1202.6 9.1 3/4/91~ 

354 33 3:54 3 1 P'lrcb-2 A Porch-2 Columns Intact Wood White 3.61 * 2.48 POS 29.3 *3.7 29.3 * 3.7 8.3 3/4/91~ 

355 33 3,55 3 1 Porch-2 A Porch-2 Floor Intact Concrete Gray 0.18 ± 0.22 NEG -0.5 ± 0.9 0.2 ± 0.2 2.0 3/4/98 

356 33 3:56 3 1 Porcb-2 A Porch-2 Lattice Intact Wood Green »5.0* 1.00 POS 11.6 * 2.3 11.6* 2.3 5.4 3/4/91~ 

357 33 3:57 3 1 Porcb-2 A Wall Wall Intact Wood White 0.01 * 0.14 POS 2.6*0.8 2.6*0.8 1.0 3/4/91~ 

358 33 358 3 1 Porch-2 A Porch-2 AwnlOg Intact Metal White 0.01±010 NEG -0.2 ± 0.7 00 ± 0.1 1.6 3/4/9:g 

359 33 3:59 3 1 House-ext. B Fascia Fascia Fair Wood White 2.05*4.05 POS 10.5* 2.4 10.5202.4 6.2 3/4/91~ 

360 33 3,60 3 1 House-ext. B Soffit Soffit Fair Wood White »5.0* 1.00 POS 28.6*3.5 28.6203.5 7.2 3/4/9:~ 

361 33 361 3 I House-ext. B Gutter Gutter Fair Metal White 0.05 ± 0.33 NEG -0.1 ± 0.8 0.1 ± 0.3 2.7 3/4/n 

362 33 362 3 I House-ext. B Gutter Downspout Fair Metal White 010±0.31 NEG O.O± 0.8 0.1 ± 03 48 3/4/9:g 

363 33 363 3 2 Shutter Cal-I Calibrate Calibrate O.OO± 0 00 OO±OO O.O± 0.0 0.0 314m 

364 33 3,64 3 2 Calibrate-l Calibrate Calibrate 1.01 ± 0.13 POS 0.8*0.4 1.0,r 0.1 1.0 3/4/91~ 

365 33 365 3 2 Calibrate-2 Calibrate Calibrate 0.94 ± 0 20 NEG 0.5 ± 05 09 ± 0.2 2.0 3/4/9:g 



uali Evaluation 
XRF Field Data Sbeets 

and Results 



Oiiginal Reading 
3.30 

10.10 
24.20 

0.10 
0.00 
0.00 

1. 90 
0.10 

27.70 
0.10 

67.50 

67.50/10=6.75 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading 
2.50 
8.30 

28.10 
0.10 
0.00 
0.10 
0.00 
0.10 

24.30 
0.10 

63.60 

63.60/10 = 6.36 

Average 
2.90 
9.20 

26.15 
0.10 
0.00 
0.05 
0.95 
0.10 

26.00 
0.10 

65.55 

Absolute Difference = 56.36 - 6.75 = 0.39 

1453.8075 x 0.0072 = 10.467414 
10.467414 + 0.032 = 10.499414 
Square Root of 10.499414 = 3.2402799 

Squared 
8.4100 

84.6400 
683.8225 

0.0100 
0.0000 
0.0025 
0.9025 
0.0100 

676.0000 
0.0100 

1453.8075 

C = 1453.8075 
D = 10.467414 
E = 10.499414 
F = 3.24028 3.24028 x 1.645 = 5.3303 (Retest Tolerance Limit) 

Retest Tolerance Limit = 5.3303 

0.39 < 5.3303 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root of E. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Paint Page I 
Quarters J,I, Quality Evaluation Retest 

Char,leston Naval Compkx 
Si;te: 33 Date: 3/4/98 

Ranges (NEG<INC<POS): Devlice PCS 

No Site XLNo Insp Fir Room Side SII·c Feat Cnd Sub Clr PbL(mg/cml) RES PbK Combined Note 
I 363 Shutter Cal-I 0.00 ± 0 00 O.O±O.O 0.0 ±O.O 
2 33 364 3 Calibrate-I 1.01 ± 0.13 POS 0.8 ± 0.4 1.0 ± 0.1 
3 33 365 3 CaJihrate-2 0.94 ± 0.20 NEG 0.5 ± 0.5 0.9± 0.2 
4 33 366 3 I Room-I A Wall··Upr Wall Intact Drywall Beige 0.79± 0.57 POS 2.5± 0.7 2.5± 0.7 5 
S 33 367 3 I Porch-l B Willi Wall Intact Masonite White »5.0± 1.00 POS 8.3± 2.1 8.3± 2.1 37 
6 33 368 3 1 Porch-l A Por(h-l Columns Intact Wood White »5.0 ± 1.00 POS 28.1 ± 3.4 28.1 ± 3.4 33 
7 33 369 3 I Hall-I B Ooor-2 Door Intact Wood Beige 0.09 ± 0.32 NEG 0.8 ± 0.4 0.1 ± 0.3 30 
8 33 370 3 I Hall-I B Wall Wall Intact Wallppr Beige 0.00 ± 0.17 NEG -0.8 ± 0.7 O.O± 0.2 25 
9 33 371 3 I Room-2 C Window Stool Intact Wood Beige 0.11 ± 0.32 NEG O.O± 0.6 0.1 ±o 3 128 
10 33 372 3 I Bath-I C Window Stool Intact Wood Beige 0.01 ± 0.22 NEG 0.2± 0.7 O.O± 0.2 92 
II 33 373 3 I Room-3 0 Door-2 Door Intact Wood Beige 0.09 ± 0.36 NEG 0.2± 0.6 0.1 ± 0.4 126 
12 33 374 3 I Porch-2 B Door-3 Door Intact Wood Beige »5.0 ± 1.00 POS 24.3± 3.2 24.3± 3.2 157 
13 33 375 3 2 Room-I B Door-I Door Intact Wood Beige 0.10±0.41 NEG -0.1 ± 0.6 0.1 ± 0.4 178 
15 377 Shutter Cal-! O.OO± 0.00 0.0 ± 0.0 o O± 0.0 
16 33 378 3 Calibrate-I 1.02 ± 0.13 POS 0.7 ± 0.4 1.0 ± 0.1 
17 33 379 3 Calibrate-2 1.10 ± 0.24 POS 0.2 ± 0.5 I.1 ± 0.2 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters JJ, 1350 Avenue H, Charleston Naval Complex, 

Charleston SC 

Is surface 
Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches 
(fe) Found 

x inches) 
NBCI 

1ST Floor, Floor-
Qtrs JJ Yes 12 x 12 1 -3.60 
001 

Kitchen Entry 

NBCI 1ST Floor, Window 
Qtrs JJ Yes 27 x 2 0.375 5.90 
002 

Kitchen Sill 

NBCI 2ND Floor, Floor-
Qtrs JJ Yes 12 x 12 1 -4.20 
003 

Hall-4 Stairwell 

NBCI 2!ill Floor, Window 
atrs JJ Yes 27 x2 0.375 8.20 
004 

Room-1 Sill 

NBCI 2ND Floor, Window 
Qtrs JJ Yes 27 x2 n ':I.7&:; 14.10 Room-2 Sill ",.VI1J 

005 
NBCI 1ST Floor, Floor-
atrs JJ Yes 12 x 12 1 -11.20 
006 

Room-2 Entry 

NBCI 
1ST Floor, Window 

Qtrs JJ Yes 27 x 2 n ':I.7&:; 7 an 
Room-2 Sill V.VI v I • oJ \.I 

007 
NBCI 
atrs JJ Blank N/A N/A N/A N/A -36.60 
008 

I Measure to the nearest 1/8 inch. 

HUD standards: 100 Ilg/fe (floors), 500 Ilglft2 (interior window sills), 800 Ilglte (window troughs) 

Total number of samples on this page _8_ 

Page _1_. _ of _1_. _ 

Date of sample collection 2/27/98 

Table 30-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
(119' fe) 

<Detectab!e 

15.73 

<Detectable 

21.87 

':1.7 e::n 
VI.VV 

<Detectable 

')1 n7 
'LVI 

<Detectable 



Quarters JJ, ., ... st Samples 
Charleston Naval Complex 

Site 33, Date: 2/27/98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Ph ± Pree 
". ~I 33 385 3 Calibrate-l 3172.80 ± 60.90 
10 33 390 3 1 Kitchen-DO 1 D Floor Floor -3.60 ± 22.80 
15 33 395 3 1 Kitchen-D02 C Window Stool 5.90 ± 22.20 
20 33 400 3 2 Hall-4-D03 D Floor Floor -4.20 ± 21.60 
25 33 405 3 2 Room-l-D04 A Vvindow Stool 8.20 ± 22.40 
30 33 410 3 2 Room-2-D05 A Window Stool 14.1O± 23.40 
35 33 415 3 1 Room-2-D06 D Floor Floor -11.20 ± 21.10 
40 33 420 3 1 Room-2-D07 C Window Stool 7.90 ± 20.90 
45 33 425 3 Blank-D08 -36.60 ± 20.90 
50 33 431 3 Calibrate-l 3161.60 ± 62.00 

Table 30-c, XRF Field Data Sheets for Dust Samples 
"'" -



Bulk Page I 
Quarters JJ, Soil Samples 
Charleston Naval Complex 

Site: 33 Date: 4/23/98 

No Site XL No Insp Room Side Stre! Feat Pb ± Pree 
1 33 1524 22 Calibrate-1 35.2± 69.0 
"" 33 1525 22 Calibrate-2 1060.0 ± 105.2 "". 
3: 33 1526 22 Dripline A 2081.6 ± 130.0 
4 33 1527 22 Dripline C 1616.0 ± 113.8 
5 33 1528 22 Dripline D 973.6 ± 92.9 
6 33 1529 22 Calibrate-l -21.7 ± 65.3 
7 33 1530 22 Calibrate-2 1088.0 ± 108.1 
8 33 1531 22 Calibrate-3 5568.0 ± 249.6 

Table 30-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

31.0 Quarters KK 

Quarters KK, 1356 Hobson Avenue, is a two-story, wood-framed unit that is half a duplex with an 

attic and crawl space. This structure is approximately 2,381 square feet in size including the garage 

and porch areas. The first and second floors are hardwood strip flooring with wood subflooring. 

The walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) vvith brick, "vood., and metal trim. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 5 March 1998 to 6 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters KK. Quarters KK was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

31.1 Identification of Lead in Quarters KK: 

Three hundred seventy-five XRF samples and calibrations were taken in Quarters KK. In general, 

the paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 31-a contains LBP sampling results for 

Quarters KK and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes oniy. 

The following pages summarize the location of lead-based paint found in Quarters KK: 
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Quarters KK Positive Results for Lead-Based Paint 
i 

Fir 
i 

Room 
I 

Side 
I 

Stre 
I 

Feat 
I Cnd I Sub I Cir 

, 
RES 

, 
Combined 

, 

(mgl em') 

1 Garage-Int C Door-2 Door Intact Wood White P~S 4.4 ±1.7 
1 Garage-Int C Door-2 Casing Intact Wood White P~S 5.0 ±1.3 
1 Hall-1 B Door-l Door Intact Wood Beige P~S 1.4 ±0.3 
1 Hall-2 C Closet Casing Intact Wood Beige P~S 2.8 ±0.9 
1 Kitchen C Window Sash Intact Wood Beige P~S 1.9 ±0.5 
1 Porch-l A Porch Trim-Upr Intact Wood White P~S 21.2 ±3.2 
1 Porch-l B Porch Columns Intact Wood White P~S 31.9 ±3.8 
1 Porch-1 B Door-l Casing Intact Wood White P~S 23.1 ±3.5 
1 Porch-1 C Porch Lattice Intact Wood White P~S 9.3 ±2.1 
1 Porch-l C Door-2 Door Intact Wood White P~S 21.3 ±3.1 
1 Porch-1 C Door-3 Door Intact Wood White P~S 18.1 ±3.1 
1 Porch-1 C Door-4 Casing Intact Wood White P~S 20.7 ±3.0 
1 Porch-l D Wall Wall Intact Other White P~S 14.1 ±2.6 
1 Porch-1 0 Ooor-4 Threshold Intact Wood White P~S 1.5 ±0.4 
1 Porch-l 0 Porch Ceiling Intact Wood White P~S 16.3 ±2.6 
1 Porch-2 A Porch Trim-Upr Intact Wood White P~S 5.0 ±1.5 
1 Porch-2 A Porch Columns Intact Wood White P~S 23.8 ±3.3 
1 Porch-2 A Porch Lattice Intact Wood White P~S 4.0 ±1.3 
1 Porch-2 ,A Ooor-l Casing Intact Wood White POS 20.9 ±3.0 
1 Porch-2 B Wall Wall Intact Masonite White P~S 8.5 ±2.2 
1 Porch-2 B Door-2 Door Intact Wood White P~S 19.7 I ±2.9 
1 Porch-2 B Door-2 Casing Intact Wood White P~S 14.8 ±2.7 
1 Porch-2 C Porch Ceiling Intact Wood White P~S 13.4 ±2.7 
1 Porch-2 0 Wall Wall Intact Masonite White P~S 6.9 ±2.1 
1 Room-1 A Window-l Stool Intact Wood Beige P~S 2.7 ±0.9 
1 Room-1 A Window-1 Sash Intact Wood Beige P~S 1.8 ±0.5 
1 Room-2 C Window Sash Intact Wood Beige P~S 1.5 ±0.3 
1 Room-3 C Window Sash Peeling Wood Beige P~S 2.2 ±0.6 
1 Room-3 0 Closet Baseboard Intact Wood Beige POS 3.7 ±1.0 
2 Bath-2 C Window Sash Intact Wood Beige POS 2.7 ±0.9 
2 Bath-3 D Window Stool Intact Wood Beige P~S 2.8 ±0.7 
2 Bath-3 D Window Sash Intact Wood Beige P~S 2.3 ±0.6 
2 Hall-4 D Window Sash Intact Wood Beige P~S 1.4 ±0.3 
2 House-ext. A Door-1 Casing Intact Wood White P~S 22.2 ±3.3 
2 House-ext. B Door Casing Intact Wood Green P~S 23.5 ±3.1 
2 House-ext. C Door Door Intact Wood Beige POS 8.6 ±2.4 
2 House-ext. C Window-6 Stool Intact Wood White P~S 22.5 ±3.1 
2 House-ext. C Window-6 Sash-Ext Intact Wood White P~S 20.8 ±3.0 
2 House-ext. C Window-4 Screen-sash Intact Wood Green P~S 3.4 ±0.9 
2 House-ext. C Elec-Panel Elec Panel Intact Wood White P~S 19.5 ±3.1 
2 House-ext. D Facia Facia Intact Wood White P~S 27.8 ±3.5 
2 House·ext. D ~_u:'" ~_.u: .. Intact 

\A' __ ...I. 'A'L..:,,_ nr\ .. "'0'" ,.., '" 
~UII" ~VIIII. V'vuuu vVllnc .-U<;J ~o.u I":>. 0 

2 Porch-1 B Porch Columns Intact Wood White P~S 29.8 ±3.7 
2 Porch-1 B Porch Lattice Intact Wood Green P~S 6.0 ±1.9 
2 Porch-l B Porch AWning Intact Metal White P~S 2.5 ±0.8 
2 Porch-2 A Porch Columns Intact Wood White P~S 28.9 ±3.5 
2 Porch-2 A Porch Trim-Lwr Intact Wood White P~S 20.8 ±3.1 
2 Porch-2 A Porch Lattice Intact Wood Green P~S 11.5 ±2.6 
2 Room-l 0 Wlndow-2 Sash Intact Wood Beige P~S 1.2 ±O.3 
2 Room-2 A Wall Baseboard Intact Wood Beige POS 2.6 ±O.S 
... M_~_ "'1 n lAI._..J-. ••• ... ~-- .... I_.&.,--.,J. ''''-_..1 n_: __ 

nr\" ...... ,(,\ ~ 

I ~ f"\UUII I-.,J Ie ~., f IV.O VVIIIUUVV- I ';:)d:»11 vvuuu 
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· XRF Field Data Sheets 



'Pamt Page I 
Quarters KIK. Lead-Based Paint Survey 

Charlleston Naval Complex 
Sille: 34 nate: 3/6/98 

Ranges (NE:G<INC<POS): Device pes 

\10 Site XLNo Imlp Fir Room Side Strc Feat Cnd Sub Clr P'bL(mglcm') RES PbK Combined DI Date Note 

I 34 I 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 OO±OO 0.0 ± 0.0 0.0 3/5/98 

:! 34 2 J; I Calibrate-l Calibr:lte Calibrate 1.01 ± 0.13 POS 0.4 ± 0.5 1.0 ± 0.1 1.0 3/6/98 

:) 34 3 3 I Calibrate-2 Calibrate Calibrate 096± 0.21 NEG 0.4 ± 04 1.0 ± 0.2 2.1 3/6/98 

" 34 4 3 I Room-I A Wall-Upr Wall Intact Drywall Beige o 16±0.33 NEG 0.2 ± 0.5 0.2 ± 0.3 4.5 3/6/98 

:5 34 5 3 I Room-I B Wall·Upr Wall Intact Drywall Beige 0.05 ± 0.30 NEG 0.3 ± 0.7 0.1 ± 0.3 3.1 3/6/98 

6 34 6 3 I Room-I C Wall-Upr Wall Intact Drywall Beige 0.13 ± 0.32 NEG 0.5 ± 0.4 01 ±0.3 47 3/6/98 

'7 34 7 3 I Room-I 0 Wall-Upr Wall Intact Drywall Beige o 15±031 NEG OI±OS 0.2 ± 0.3 45 3/6/98 

:g 34 8 3 I Room-I 0 Wall-Lwr Wall Intact Wood Beige 0.26 ± 0.39 NEG 0.5 ± 0 5 0.3 ± 0.4 7.1 3/6/98 

9 34 9 3 I Room-I C Wall-Lwr Wall Intact Wood Beige 0.32 ± 0.36 NEG 0.2 ± 0.4 0.3 ± 0.4 54 3/6/98 

10 34 10 3 I Room-I B Wall-Lwr Wall Intact Wood Beige 030 ± 0.39 NEG 0.8 ± 0.4 0.3 ± 0.4 58 3/6/98 

11 34 11 3 I Room-I A Wall-Lwr Wall Intact Wood Beige 0.80± 0 51 NEG 0.6 ± 0.3 0.6 ± 0.3 10.0 3/6/98 

12 34 12 3 I Room-I A WaH Chair-rail Intact Wood Beige 0.21 ± 0 38 NEG -0 I ± 0 4 0.2 ± 0.4 6.3 3/6/98 

13 34 13 3, I Room-I A Wall Baseboard Intact Wood Beige 0.28 ± 0.23 NEG 0.3 ± 0.3 0.3 ± 0.3 9.3 3/6/98 

14 34 14 3 I Room-I A Floolr Floor Intact Wood Varnish 000±01O NEG -04 ± 0 7 OO± 0.1 1.0 3/6/98 

15 34 IS 3 I Room-I B Door-I Door Intact Wood Beige 0.Q7±018 NEG 0.1 ± 0 5 0.1 ± 0.2 22 3/6/98 '4 

16 34 16 ). I Room-I C 000r-2 Door Intact Wood Beige 009 ± 0.45 NEG 02 ± 0.6 0.1 ± 0.5 3.4 3/6/98 

17 34 17 3, I Room-I C 000r-2 Casing Intact Wood Beige I) 02 ± 0.13 NEG 0.0 ± 0.7 O.O±O.I 1.0 3/6/98 

18 34 18 3 I Room-I C Entrance Casing Intact Wood Beige I) 04 ± 0.42 NEG -0.7 ± 0.7 0.0 ± 0.4 2.0 3/6/98 

19 34 19 Ji 1 Room-l A Window-I Stool Intact Wood Beil~e 0.14 ± 0.31 POS 2.7 ± 0.9 2.7±0.9 6_9 3/6/98 

2.0 34 20 Ji 1 Room-l A Window-l Sash Intact Wood Beilge O.29± 0.36 POS 11.8 ± 0.5 1.8 ± 0.5 5.4 3/6/98 

n 34 21 3, I Room-I A Window Boxmg Intact Wood Beige I) IS± 0.22 NEG 0.2 ± 0.5 0.2 ± 0.2 2.7 3/6/98 

2:2 34 22 3 I Room-I A WaH Wall-Rgstr Intact Metal Beige I) 52 ± 0.47 NEG 0.1 ± 0.5 0.5 ± 0.5 7.2 3/6/98 

2:3 34 23 3i I Room-I C WaH Wall-Rgstr Intact Metal Beil~e 0.36 ± 0.24 NEG 0.4 ± 0 4 0.4 ± 0.4 10.0 3/6/98 

2:4 34 24 3 I Hall-I A Wall-Upr Wall Intact Drywall Beige o 12±O40 NEG -0.1 ± 0 7 0.1 ±0.4 3.5 3/6/98 

25 34 25 3 I Hall-I B Wall-Upr Wall Intact Drywall Beige 009±0.31 NEG O.O± 06 0.1 ± 0.3 3.1 3/6/98 

26 34 26 3 I Hall-I C Wall-Upr Wall Intact Drywall Beige 007 ± 0.25 NEG 0.2 ± 0 7 0.1 ± 0.3 2.0 3/6/98 '6 

27 34 27 3i 1 Hall-I 0 Wall-Upr Wall Intact Drywall Beige 024 ± 0.36 NEG 0.3 ± 0 4 02 ± 0.4 7.1 3/6/98 

28 34 28 3, I Hall-I C WaJl-Lwr Wall Intact Wood Beige 0.10 ± 0.43 NEG 0.1 ± 0.6 01 ± 0.4 3.9 3/6/98 

2:9 34 29 3: I Hall-I B WaJl-Lwr Wall Intact Wood Beige IUS±036 NEG 0.3 ± 0.4 02 ± 0.4 5.3 3/6/98 

3,0 34 30 I Hall-I A Wall-Lwr Wall Intact Wood Beige I) 29 ± 0.44 NEG 0.1 ± 0.4 0.3 ± 0.4 69 3/6/98 

31 34 31 3i I Hall-I A Walll Chair-rail Intact Wood Beige 0.29 ± 0.40 NEG 0.1 ± 0 4 0.3 ± 04 7.4 3/6/98 

32 34 32 3: 1 Hall-I A Walll Baseboard Intact Wood Beige 0.02±0.19 NEG -O.! ± 0 7 0.0 ± 0.2 1.1 3/6/98 

3,3 34 33 " I Hall-I A Floor Floor Intact Wood Varnish OOO±OIO NEG -02 ± 0 7 0.0 ± 0.1 10 3/6/98 
-' 

34 34 34 3 I Hall-I B Wal,l Wall-Rg'tr Intact Metal Beige 025 ± 0 32 NEG 0.6 ± 0.5 0.3 ± 0 3 5.5 3/6/98 

3i5 34 35 31 I II all-I B Door··1 I)oor Intact Wood Bei:ge 0.82 ± 0.20 POS 11.4 ± 0.3 1.4 ± 0.3 3_6 3/6/98 "5 

36 34 36 I Hall-I C Door·2 Door Intact Wood Beige 002 ± 0.25 NEG -03 ± 0 7 00±03 1.2 3/6/98 

3,7 34 37 I Hall-I C Door·2 Casing Intact Wood Beige 002± 0.10 NEG -OS ± 0 7 0.0 ± 0.1 1.0 3/6/98 

38 34 38 " I Hall-I A Entrance Casing Intact Wood Beige 001 ± 0.18 NEG -05.r 0 7 O.O± 0.2 1.0 3/6/98 
.' 

39 34 39 " I Hall-I D Cabinet Door-Out Intact Wood Beige I) 02 ± 0.34 NEG -0.4 ± 0 7 o o± 0.3 1.2 3/6/98 '7 
-' 

40 34 40 I HaIl-1 0 Cabinet InSide Intact Wood Beige 019±0.24 NEG 03±04 02±02 3.6 3/6/98 

41 34 41 I Hall-I 0 Staics RHil-cap Intact Wood Varnish 003 ± 0.38 NEG 0.1 ± 0.6 0.0 ± 0.4 17 3/6/98 

42 34 42 " I Hall-I D Stairs Tread Intact Wood Varnish 0.00 ± 0.10 NEG -0.1 ± 0.7 OO±O.I 1.0 3/6/98 
.' 

43 34 43 3i I Hall-I 0 Staits Riser Intact Wood Beige 004 ± 0.40 NEG O.0±O.7 00±0.4 2.1 3/6/98 

44 34 44 3> I Hall-I 0 Stair,s Baseboard-Ins Intact Wood Beige 0.01 ± 010 NEG O.2±04 00 ± 0.1 1.0 3/6/98 

4:5 34 45 31 1 Porch-l A Porch Trim-Upr Intact Wood White »5.0 ± 1.00 POS 211.2 ±3.2 21.2 ± 3.2 4.7 3/6/98 

416 34 46 31 1 Porch-l B Porch Columns Intact Wood White »5.0± 1.00 POS 31.9 ± 3.8 31.9 ± 3.8 6.7 3/6198 

47 34 47 I Porch-I C Porch Floor Intact Concrete White 0.0\ ± 0.10 NEG -0.4 ± 1.0 O.O±O.I 1.0 3/6/98 

4.8 34 48 31 1 Porch-l C Porch Lattice Intact Wood White 0.10 ± 1.03 POS '1.3 ± 2.1 9.3 ± 2.1 1.9 3/6/98 

49 34 49 3> I Porch-I B Ooor.,1 Door Intact Wood White 0.87 ± 0 33 NEG 06±O4 09±O3 3.9 3/6/98 

~;O 34 50 31 1 Porch-l B Door··1 Casing Intact Wood White »5.0 ± 1.00 POS 2:1.1 ± 3.5 23.1 ± 3.5 6.1 3/6/98 

~;1 34 51 31 1 Porch-l C Door··2 I[)oor Intact Wood White >:>5.0 ± 1.00 POS 2l.3 ± 3.1 21.3 ± 3.1 6.1 3/6/98 

~;2 34 52 31 1 Porch-l C Door··3 Boor Intact Wood White »5.0 ± 1.00 POS Il!.l ± 3.1 18.1 ± 3.1 3.9 3/6/98 

~;3 34 53 31 1 Porch-l C Door··4 Casing Intact Wood White »5.0± 1.00 POS 20.7 ± 3.0 20.7 ± 3.0 3.9 3/6/98 

54 34 54 3 Porch-I A Wall Wall Intact Wood White 0.00 ± 0.\0 NEG -0.4 ± 0.6 O.O±O.I 1.0 3/6/98 

~;5 34 55 31 Porch-l D Wall Wall Intact Other White »5.0 ± 1.00 POS 1,1.1 ± 2.6 14.1 ± 2.6 7.1 3/6/98 

S6 34 56 31 Porch-l D Door··4 Thlreshold Intact Wood White 0.93 ± 0.25 POS :1.5 ± 0.4 1.5 ± 0.4 4.3 3/6/98 

57 34 57 " Room-2 A Wall-Upr Wall Intact Orywall Beige 0.21 ± 0.32 NEG 0.5 ± 0 4 0.2 ± 0.3 7.0 3/6/98 
-' 

58 34 58 Room-2 B Wall-Upr Wall Intact Drywall Beige 0.09 ± 0.42 NEG 0.3 ± 0.7 0.1 ± 0.4 3.6 3/6/98 

59 34 59 3: Room-2 C Wall-Upr Wall Intact Drywall Beige 009 ± 0.22 NEG 0.6 ± 04 01±O2 57 3/6/98 

60 34 60 3 Room-2 0 Wall-Upr Wall Intact Drywall Beige 0.00 ± 010 NEG -0 I ± 07 00 ± 0.1 1.0 3/6/98 

61 34 61 3 Room-2 0 Wall-Lwr Wall Intact Wood Beige 049 ± 0.27 NEG 0.3 ± 0.4 0.5 ± 0 3 4.1 3/6/98 

62 34 62 3: Roorn-2 C Wall-Lwr Wall Intact Wood Beige 021 ± 0.37 NEG -0.4 ± 04 02 ± 0.4 6.5 3/6/98 

63 34 63 Room-2 B Wall-Lwr Wall Intact Wood Beige 024 ± 0.36 NEG 0.2 ± 04 02±0.4 7.2 3/6/98 

64 34 64 Room-2 A Wall-Lwr Wall Intact Wood Beige 0.43 ± 0 29 NEG 02±03 0.2 ± 0.3 10.0 3/6/98 

65 34 65 3: Room-2 A Wall Chair-rail Intact Wood Beige 0.05 ± 0.26 NEG -0.1 ± 0.6 01±03 1.7 3/6/98 

7'" 



Site: 34 Date: 3/6/98 Pamt Page 2 
Ranges (NEG<INC<l~OS): Device PCS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined m Date Note 
66 34 66 3 I RDDrn-2 A Wall Baseboard Intact WDDd Beige 011 ±030 NEG 04 ± 0.8 01 ± 0 3 59 3/6/98 
67 34 67 3 I RDDrn-2 B Wall Wall-Rgstr Intact Metal Beige o 12 ± 030 NEG -0 2± 1.0 01 ± 0.3 2.7 3/6/98 
68 34 6& 3 I RDDrn-2 B flDDr Floor Intact WDDd Varnish OOI±O.IO NEG -0.9 ± 0.7 OO±O.I 10 316/98 
69 34 69 3 I Roorn-2 A DDDr-1 DDDr Intact WDDd Beige 0.06 ± 0.31 NEG -06 ± 0 7 0.1 ± 0.3 19 3/6/98 
70 34 70 3 I Roorn-2 B Door-2 DDDr Intact WDDd Beige 025±0.IO NEG 0.1 ± 0.7 01±07 100 3/6/98 
71 34 71 3 I Roorn-2 0 DDDr-3 DDDr Intact WD'Od Beige 002 ± 0.10 NEG -0.1 ± 0 7 0.0 ± 0 I 10 3/6/98 
72 34 72 3 I RDDrn-2 0 DDDr-3 Casing Intact Wood Beige 094±0.27 NEG 08±04 09 ± 0.3 3.3 3/6/98 
73 34 73 3 I Roorn-2 C WindDw StDDI Intact WDDd Beige 007±0.16 NEG I I ±04 01 ±0.2 2.7 3/6/98 °8 
74 34 74 3 1 RDom-2 C Window Sash Intact Wood Beige 0.S9± 0.45 POS LS±0.3 l.S± 0.3 8.S 3/6/98 "9 
75 34 75 3 I Roorn-2 C Window B'Oxing Intact WODd Beige 087 ± 0 41 NEG 0.6 ± 0.4 0.9 ± 0.4 5.0 3/6/98 
76 34 76 3 I Room-2 A Bookcase Frame Intact Wood Beige 007 ± 0.44 NEG O.O± 0.7 01±04 24 3/6198 
77 34 77 3 I RDDrn-2 A Bookcase Shelf Intact WODd Beige 000 ± O.)() NEG 0.2 ± 0 5 OO± 0.1 1.0 3/6/98 
78 34 78 3 I Roorn-2 A Cabinet DDDr-Out Intact WDod Beige 0.04 ± 0.27 NEG -05±07 0.0 ± 0.3 1.7 3/6/98 
79 34 79 3 I Roorn-2 A Cabinet Inside Intact WODd Beige OOH 016 NEG 0.0 ± 06 0.0 ± 0 2 1.1 3/6/98 
80 34 80 3 I Kitchen A Wall Wall Paper Intact Drywall Beige 0.03 ± 0 2J NEG -0.1 ± 0.7 0.0 ± 0 2 14 3/6/98 
81 34 81 3 I Kitchen B Wall Wall Paper Intact Drywall Beige 003 ± 0.29 NEG -0.4 ± 0.6 O.O±O 3 2.3 3/6198 
82 34 82 3 I Kitchen C Wall Wall Paper Intact Drywall Beige 002±0.IO NEG -0.9 ± 0.7 OO±O.I 1.0 3/6/98 
83 34 83 3 I Kitchen 0 Wall Wall Paper Intact Drywall Beige 004±0.37 NEG -02±07 00 ± 0.4 2.0 3/6/98 
84 34 84 3 I Kitchen B DDDr-1 Door Intact WDDd Beige 092 ± 0 25 NEG 06±04 0.9 ± 0.3 10 3/6/98 
85 34 85 3 I Kitchen 0 Entrance Casing Intact Wood Beige 0.01 ± 0.32 NEG 0.2 ± 0.6 O.O± 0.3 1.0 3/6/98 
86 34 86 3 I Kitchen C Window Stool Intact WDDd Beige 0.64 ± 0.23 NEG 0.3 ± 0.4 0.6 ± 0.2 1.0 3/6/98 °10 
87 34 87 3 1 Kitchen C Window Sash Intact Wood Beige 0.94 ± 0.31 POS 1.9±0.S 1.9±0.S 3 .. 8 3/6/98 
88 34 88 3 I Kitchen C Cabinet-Upr Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -0.4 ± 0.6 O.O±O.I LO 3/6/98 
89 34 89 3 I Kitchen C Cabinet-Upr Inside Intact WDDd Varnish 008 ± 0.10 NEG -0.6 ± 0.7 -0.6 ± 0 7 10.0 3/6/98 
90 34 90 3 I Kitchen A O~binet-I ODor-Out Intact WODd Beige 002 ± 0.10 NEG -0.7±0.7 O.O± 0.1 1.0 3/6/98 
91 34 91 3 I Kitchen A O~binet-I Instde Intact WDod Beige OOO±OIO NEG 0.2 ± 0.5 O.O±O I 1.0 316/98 
92 34 92 3 I Kitchen A Wall Wall-Rgstr Intact Metal Beige 068 ± 0.12 NEG 07±06 07 ±O.I 1.3 3/6/98 
93 34 93 3 I Hall-2 A Wall Wall Intact Drywall Beige 000±01O NEG -02 ± 07 O.O± 0.1 10 3/6/98 
94 34 94 3 I Hall-2 B Wall Wall Intact Drywall Beige 0.02 ± 0 30 NEG 00±07 0.0±0.3 12 3/6/98 
95 34 95 3 I Hall-2 C Wall Wall Intact Drywall Beige 001±0.1O NEG 0.1 ± 0 7 O.O±O.I 10 316/98 
96 34 96 3 I Hall-2 0 Wall Wall Intact Drywall BeIge 022±0.16 NEG 0.2 ± 04 02 ± 0.2 3 I 316/98 
97 34 97 3 I Hall-2 A D'ODr-1 DDDr Intact Drywall Beige 0.01 ± 0.1 I NEG -0.7 ± 0.7 O.O±O I 1.0 3/6/98 
98 34 98 3 I Hall-2 C DDor-2 Door Intact WDod Beige 0.01 ± 0.28 NEG O.O± 0.6 00±03 10 3/6/98 
99 34 99 3 I Hall-2 0 DODr-3 Casmg Intact WDDd Beige 002±0.21 NEG -0.1 ± 0.6 0.0 ± 0.2 10 3/6/98 
100 34 100 3 I Hall-2 C CIDset DDDr Intact WDod Beige 0.04 ± 0 39 NEG -0.2 ± 0.6 0.0 ± 0.4 23 3/6/98 
101 34 101 3 1 Oall-2 C lCIoset Casing Intact Wood Beige 2.24 ± 1.22 POS 2.S±0.9 2.8*0.9 S . .1 3/6/98 
102 34 102 3 I Hall-2 A Closet Shelf Intact WDDd Beige 0.00 ± 0.10 NEG -0.1 ± 0.6 00±01 1.0 3/6/98 °11 
103 34 103 3 I Hall-2 A CIDset Wall Intact Drywall Beige om ± 0.25 NEG O.O± 0.6 0.0 ± 0 3 1.2 3/6/98 
104 34 104 3 I Hall-2 B CIDset Wall Intact Drywall Beige 000 ± 0.11 NEG 04 ± 0.3 00±01 10 3/6/98 
105 34 105 3 I Hall-2 C Closet Wall Intact Drywall Beige o 17±023 NEG 0.2 ± 0 4 02 ± 0.2 7.7 3/6/98 
106 34 106 3 I Hall-2 D Closet Wall Intact Drywall BeIge 012 ± 010 NEG 03±06 0.3 ± 0 6 10.0 3/6/98 
107 34 107 3 I Hall-2 C El<ec-panel Elec Panel Intact Metal Beige 0.03 ± 0.18 NEG 0.2 ± 09 0.0 ± 0.2 IA 3/6/98 
108 34 lOS 3 I Bath-I A Wall Wall Paper Intact Drywall Beige 0.01 ±O.II NEG -0.3 ± 0 7 O.O±O I 1.0 3/6/98 
109 34 109 3 I Bath-I B Wall WallPaper Intact Drywall Beige 0.00 ± 0.10 NEG -0.5 ± 0.7 0.0 ±O I 1.0 3/6/98 
110 34 110 3 I Bath-I C Wall WallPaper Intact Drywall Beige 0.11 ± 0.34 NEG 0.1 ±0.6 0.1 ± 0.3 30 3/6/98 
III 34 III 3 I Bath-I D Wall Wall Paper Intact Drywall Beige 0.05 ± 0.24 NEG 0.2 ± 0.7 0.1 ± 0.2 1.7 3/6/98 
112 34 112 3 I Bath-I A DODr Door Intact WDod Beige 01O±0.10 NEG -0.3 ± 0.6 o I ± 0.1 6 I 3/6/98 
113 34 113 3 I Bath-I A DODr Casing Intact WDod Beige 0.01 ± 0.30 NEG -0.5 ± 0.7 0.0 ± 0.3 1.0 3/6/98 
114 34 114 3 I Bath-I C Window StDol Intact WDod Beige 0.23 ± 0.40 NEG 0.7 ± 0 5 0.2 ± 0.4 4.8 3/6/98 
15 34 115 3 I Bath-I C Window Sash Intact WODd Beige 033 ± 0.35 NEG 1.0 ± 0.4 0.3 ± 0.4 5.9 3/6/98 
16 34 116 3 I Bath-I B Cabinet DDDr-Out Intact WDod Beige OOO±O.IO NEG -0.7 ± 0.8 O.O±O.I 10 3/6/98 
17 34 117 3 I Bath-I B Cabinet InSIde Intact W'ODd Beige OOO±O.IO NEG -08 ± 0 7 0.0 ± 0 I 10 3/6/98 
18 34 118 3 I Roorn-3 A Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.8±0.7 00±01 12 3/6/98 
19 34 119 3 I RDDrn-3 B Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.18 NEG 0.1 ± 0 7 00±02 1.0 3/6/98 
20 34 120 3 I RODm-3 C Wall-Upr Wall Intact Drywall Beige 0.\6 ± 0.36 NEG 0.3 ± 0.4 02 ± 0.4 5.5 3/6/98 
21 34 121 3 I RDorn-3 0 Wall-Upr Wall Intact Drywall Beige 021 ±038 NEG 00±04 02±04 57 3/6/98 
22 34 122 3 I RDDm-3 0 Wall-Lwr Wall Intact WDDd Beige 007 ± 0 24 NEG 02±06 01±02 22 3/6198 
23 34 123 3 1 RDDm-3 C Wall-Lwr Wall Intact WODd Beige 011 ± 0.26 NEG 01±06 0.1 ± 0.3 2.5 3/6/98 
24 34 124 3 1 RDDm-3 B Wall-Lwr Wall Intact W'ODd Beige 023 ± 0.38 NEG -03 ± 0 4 0.2 ± 0.4 5.3 3/6/98 
25 34 125 3 1 Roorn-3 B Wall Chair-rail Intact WDod Beige 082 ± 0 2\ NEG 0.4 ± 0.4 0.8 ± 0.2 25 3/6/98 
26 34 126 3 I RODm-3 B Wall Baseb'Oard Intact WDDd Beige 001 ±0.28 NEG -05 ± 0 6 0.0 ± 0 3 10 3/6/98 
!7 34 127 3 I RDDrn-3 A D'Oor-1 ODor Intact WODd Beige 001 ±O.lO NEG 0.3 ± 0.6 0.0 ± 0.1 1.0 3/6/98 
18 34 128 3 I RDDrn-3 B DDDr-2 Casing Intact WDDd Beige 001±0.1I NEG 03 ± 0.6 00 ± 0.1 1.0 3/6/98 
t9 34 129 3 1 RDDrn-3 C WmdDw StDDI Peeling W'ODd Beige 0.22 ± 0.10 NEG 02±05 02 ± 0.5 100 3/6/98 
10 34 130 3 t Room-3 C Window Sash l~eeling Wood Beige 0.73 ± 0.2.3 POS 2.2± 0.6 2.2 ± 0.6 2 .. 5 3/6/98 
II 34 131 3 I RDDrn-3 C CIDset DDDr Intact WDDd Beige 0.00 ± 0.12 NEG -02 ± 06 00±01 10 3/6/98 
12 34 132 3 I RDDrn-3 C Closet Casing Intact WDDd Beige 080±025 NEG 10 ± 05 0.8 ± 0 3 32 3/6/98 
,3 34 133 3 1 Room-3 D Ooset Baseboard Intact Wood Beige 1.07 ± 0.81 POS 3.7 ± 1.0 3.7 ± 1.0 W.O 3/6/98 
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134 34 134 3 I Room-3 A Closet Shelf Intact Wood B<:lge 002 ± 0 25 NEG -0.4 ± 0 6 00±03 1.0 3/6/98 

135 34 135 3 I Room-3 A Closet Wall Intact Drywall BI:ige 001±010 NEG -0.5 ± 0.7 O.O± 0.1 2.4 3/6/98 

136 34 136 3 I Room-3 B Closet Wall Intact Drywall Bdge 001±017 NEG -0.4 ± 0.7 0.0 ± 0 2 10 3/6/98 

137 34 137 3 I Room-3 C Closet Wall Intact Drywall BI:ige 001±010 NEG -0.5 ± 0.7 00±01 1.0 3/6/98 

138 34 138 3 I Room-3 D Closet Wall Intact Drywall Bdge 001±010 NEG -0.4 ± 0 7 0.0 ± 0 I 23 3/6/98 

139 34 139 3 I Room-3 D Door Bulkhd-Dr Intact Wood BI:lge 0.33 ± 0 14 NEG 0.4 ± 04 03 ± 0.1 2.2 3/6/98 

140 34 140 3 I Room-3 D Casllng Bulkhd-Dr Intact Wood BI:ige 098 ± 0 26 NEG 1.0 ± 0.5 1.0 ± 0.3 30 3/6/98 

141 34 141 3 I Garage-atic B Door Casing Intact Wood Bdge 0.37 ± 0.10 NEG 0.4 ± 0.4 0.4 ± 0.1 1.0 3/6/98 

142 34 142 3 I Garage-atic B Door Jamb Intact Wood Bdge 0.2H 0.14 NEG -0 I ± 0.7 0.3 ±O.I 1.1 3/6/98 

143 34 143 3 1 Porch-2 A Porch Trim-Upr Intact Wood Wbite 0.742:0.66 POS 5.0± 1.5 5.0± 1.5 10.0 3/6198 

144 34 144 3 1 Porcb-2 A Porch Columns Intact Wood White »5.0± 1.00 POS 23.8±3.3 23.8±3.3 9.8 3/6/98 *12 

145 34 145 3 I Porch-2 A Porch Floor Intact Wood Gray 02HO.13 NEG -0.1 ± 0.4 0.3 ± 0.1 2.1 3/6/98 

146 34 146 3 1 Porch-2 A Porch Lattice Intact Wood White 0.02 ±0.47 POS 4.0± 1.3 4.0± 1.3 1.2 3/6198 

147 34 147 3 I Porch-2 B Willi Wall Intact Masonite White »5.0 ± 1.00 POS 8.5±2.2 8.5 ± 2.2 5.1 3/6198 *13 

148 34 148 3 I Porch-2 C Wall Wall Intact Masonite White 0.01 ±O.II NEG 03 ± 0.7 00 ± 0.1 10 3/6/98 

149 34 149 3 I Porch-2 0 Willi Wall Intact Masonite Wbite :»5.0 ± 1.00 POS 6.9± 2.1 6.9 ± 2.1 4.8 3/6198 

150 34 150 3 I Porch-2 A Ooor-I Casing Intact Wood Wbite »5.0 ± 1.00 POS 20.9±3.0 20.9±3.0 6.5 3/6/98 

151 34 151 3 1 Porch-2 B 000r-2 Ooor Intact Wood Wbite »5.0± 1.00 POS 19.7 ± 2.9 19.7 ± 2.9 7.5 3/6198 

152 34 152 3 I Porch-2 B 000r-2 Casing Intact Wood White 2.60±3.49 POS 14.8± 2.7 14.8 ± 2.7 3.5 3/6198 

153 34 153 3 I Porch-2 C Door-3 Door Intact Wood White 001 ±O 11 NEG 0.1 ± 0.6 00 ± 0.1 1.0 3/6/98 

154 34 154 3 I Porch-2 C Door-3 CaslOg Intact Wood White 002 ± 0.10 NEG -0.7± 0.6 O.O±O.I 1.0 3/6/98 

155 34 ISS 3 I Porch-2 A Closet Door Intact Wood White O.OO±O.IO NEG 0.1 ±0.6 OO±O.I 1.0 3/6/98 

156 34 156 3 I Porch-2 A Closet Casing Intact Wood White 000±O.10 NEG -0.5 ± 0 6 O.O±O I 1.0 3/6/98 

157 34 157 3 I Porch-2 B Closet Baseboard Intact Wood White 000±0.12 NEG O.O± 0 6 O.O±O.I 1.0 3/6/98 

158 34 158 3 I Porch-2 A Closet Wall Intact Drywall White 0.01 ± 0.20 NEG 02±06 00 ± 0.2 1.4 3/6/98 

159 34 159 3 I Porch-2 B Closet Wall Intact Drywall WhIte 015±0.1O NEG -0.1 ±0.6 -0 I ± 0.6 95 3/6/98 

160 34 160 3 I Porch-2 C Closet Wall Intact Drywall White 0.01 ±0.21 NEG -0.5 ± 0 7 00±02 1.4 3/6/98 

161 34 161 3 I Porch-2 D Closet Wall Intact Drywall White 0.01 ± 010 NEG -0.4 ± 0.7 0.0 ± 0 I 1.0 3/6/98 

162 34 162 3 I Garage-Int A Door-I Door Intact Fibrlgas WhIte 001 ±022 NEG -0.7 ± 0 5 0.0 ± 0 2 1.0 3/6/98 

163 34 163 3 I Garage-Int A Door-I Casing Intact Wood White 0.04 ± 010 NEG -0.2 ± 0.6 OO±O.I 10 3/6/98 

164 34 164 3 1 Garag~lnt C 000r-2 Ooor Intact Wood White 4.44 ± 1.65 POS 6.6± 2.0 4.4 ± 1.7 3.0 3/6/98 

165 34 165 3 I Garag~lnt C 000r-2 Casing Intact Wood White 3.80±2.30 POS 5.0± 1.3 5.0± 1.3 2.1 3/6198 

166 34 166 3 I Garage-Int B Workbench Work Bench Intact Wood Vamish 0.02 ± 0.10 NEG -0.3 ± 0.7 O.O±O.I 1.0 3/6/98 

167 34 167 3 2 Shutter Cal-I Calibrate Cahbrate 0.00 ± 0.00 o O± 0.0 0.0 ± 0 0 0.0 3/6/98 

168 34 168 3 2 Calibrat~1 Calibrate Calibrate 1.08± 0.14 POS 0.5* 0.5 1.1 ± 0.1 1.1 3/6/98 

169 34 169 3 2 Calibrate-2 Calibrate Calibrate 0.94 ± 0 20 NEG 0.4 ± 0.4 0.9 ± 0 2 2.0 3/6/98 

170 34 170 3 2 Room-I A Wall .. Upr Wall Intact Drywall B.:ige 0.06 ± 0 21 NEG 0.1 ± 0.4 0.1 ± 0.2 4.3 3/6/98 

171 34 171 3 2 Room-I B Wall··Upr Wall Intact Drywall B.:ige 0.08 ± 0.30 NEG -03 ± 0.7 01±03 44 3/6/98 

172 34 172 3 2 Room-! C Wall .. Upr Wall Intact Drywall Bl:ige 0.01 ± 012 NEG -0.2 ± 0.7 00±01 10 3/6/98 

173 34 173 3 2 Room-I 0 Wall .. Upr Wall Intact Drywall Beige 003 ± 0 27 NEG 0.1 ± 0 7 00±03 23 3/6/98 

174 34 174 3 2 Room-I D Wall·Lwr Wall Intact Wood Bl:ige 001 ± 0 25 NEG 02±06 0.0 ± 0.3 \.0 3/6/98 

175 34 175 3 2 Room-I C Wall·Lwr Wall Intact Wood B.:ige 002±O.lO NEG -0.4 ± 0 7 OO± 0.1 2.0 3/6/98 

176 34 176 3 2 Room-I B Wall··Lwr Wall Intact Wood BI:ige 022 ± 0 IO NEG -0.4 ± 0.6 -0.4 ± 0 6 10.0 3/6/98 

177 34 177 3 2 Room-I A Wall·Lwr Wall Intact Wood B.:ige 001 ± 019 NEG -1.0±0.7 0.0 ± 0.2 1.0 3/6/98 

178 34 178 3 2 Room-I A Wall Chair-rail Intact Wood Bl:ige 0.06± 0.31 NEG -0.2 ± 0.7 0.1 ± 0 3 3.7 3/6/98 

179 34 179 3 2 Room-I A Wall Baseboard Intact Wood Beige 0.01 ±O 16 NEG 0.2 ± 0 7 00±02 1.0 3/6/98 

180 34 180 3 2 Room-I A Floor Floor Intact Wood Vamish 0.00 ± 010 NEG -0.8 ± 0.6 O.O±O.I 1.0 3/6/98 

181 34 181 3 2 Room-I C Door-I Door Intact Wood B.:ige 0.00 ± 0.10 NEG -0.1 ± 0.7 O.O±O I 1.0 3/6/98 

182 34 182 3 2 Room-I C Door-2 Door Intact Wood Bdge 009 ± 0.28 NEG -03±0.7 0.1 ± 0 3 5.4 3/6/98 

183 34 183 3 2 Room-I C Door-2 Casmg Intact Wood Bl:ige 0.03 ± 0.31 NEG 01±06 00 ± 0.3 1.5 3/6/98 

184 34 184 3 2 Room-I D Wmd'Jw-2 Stool Intact Wood B.:lge 0.01 ± 0.10 NEG 09 ± 0.4 00±01 10 3/6/98 

185 34 185 3 2 Room-l 0 Window-2 Sash Inlact Wood Bdge O.20± 0.17 POS 1.2 ± 0.3 1.2 ± 0.3 4.3 3/6/98 

186 34 186 3 2 Room-I A Closet-2 Door Intact Wood B.:ige 004 ± 0.23 NEG 00 ± 0.6 0.0 ± 0.2 1.4 3/6/98 

187 34 187 3 2 Room-I A Clos,et-2 Casing Intact Wood BI:ige 005 ± 018 NEG -04±07 01±02 1.3 3/6/98 

188 34 188 2 Room·1 B Closet Baseboard Intact Wood Beige 017 ± 0 23 NEG 00±07 00 ± 0.7 88 3/6/98 

189 34 189 3 2 Room-I C Closet-Upr Shelf Intact Wood Beige 004 ± 0 35 NEG -0 I ± 0.6 00±04 17 3/6/98 

190 34 190 3 2 Room-I C Closet-Lwr Shelf Intact Wood Bl:ige O.OH 0 31 NEG -0.3 ± 0.6 0.1 ± 0 3 3 I 3/6/98 

191 34 191 3 2 Room-I C Closet Hanger-rod Intact Metal Bl:ige 009±044 NEG -0.4 ± 10 01 ± 0.4 33 3/6/98 

192 34 192 3 2 Room-I A Closet Wall Intact Drywall B.:ige 012 ± 0 35 NEG -0.4 ± 0.6 0.1 ± 0.4 3.2 3/6/98 

193 34 193 3 2 Room-I B Closet Wall Intact Drywall B.:ige 014 ± 0.35 NEG 0.0 ± 0 5 0.1 ± 0 4 4.5 3/6/98 

194 34 194 3 2 Room-I C Closet Wall Intact Drywall B.:ige 0.04 ± 0.18 NEG 0.1 ± 0 7 o O± 0.2 14 3/6/98 

195 34 195 3 2 Room-I D Closet Wall Intact Drywall B.:ige 0.03 ± 0 30 NEG 0.2 ± 0.7 0.0 ± 0 3 1.8 3/6/98 

196 34 196 3 2 Room-2 A Wall .. Upr Wall Intact Drywall B.:ige 0.20 ± 0.22 NEG 0.0 ± 0.6 0.0 ± 0.6 10.0 3/6/98 

197 34 197 3 2 Room-2 B Wall··Upr Wall Intact Drywall Bl:ige 0.01 ±O 18 NEG -0.7±08 0.0 ± 0.2 1.0 3/6/98 

198 34 198 3 2 Room-2 C Wall .. Upr Wall Intact Drywall BI:ige 0.01 ± 0.21 NEG 0.1 ±06 O.O± 0.2 1.5 3/6/98 

199 34 199 3 2 Room-2 0 WaU .. Upr Wall Intact Drywall Bl:ige 009 ± 0.30 NEG 0.0 ± 0 7 01±03 4.8 3/6/98 

200 34 200 3 2 Room-2 D Wall·Lwr Wall Intact Wood Bl:ige 019±010 NEG 02±06 0.2 r 0 6 10.0 3/6/98 
~ Rnnm_'- C Wall··Lwr Wall Intact Wood B.:lge 024 ± 0.10 NEG -0.4 ± 0.6 -04 ± 06 l' 3/6/98 
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202 34 202 3 2 Room-2 B Wall-Lwr Wall Intact Wood Beige o 13±0.1O NEG -0 3 ± 0 7 -0.3 ± 0.7 8.2 3/6/98 
203 34 203 3 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 003 ± 0 30 NEG -0:2 ± 0 6 00 ± 0.3 22 3/6/98 
204 34 204 3 2 Room-2 A Wall Chair-rail Intact Wood Beige 023 ± 010 NEG -0.3 ± 0 6 -03 ± 0 6 100 3/6/98 
205 34 205 3 2 Room-2 A Wan Baseboard Intact Wood Beige 1.76 ± 1.38 POS 2.16 ± 0.8 2.6 ± 0.8 8.2 3/6/98 
206 34 206 3 2 Room-2 A Floor Floor Intact WlOod Varnish 008±0.10 NEG -0..3 ± 0 7 -0.3 ± 0.7 10.0 3/6/98 
207 34 207 3 2 Room-2 C Door-I Door Intact WlOod Beige 011 ± 0.28 NEG OO±05 0.1 ± 0.3 3.1 316/98 
208 34 208 3 2 Room-2 D Door-3 Door Intact WlOod Beige OOHO.IO NEG -O.H 0.7 01 ± 0.1 10 3/6/98 
209 34 209 3 2 Room-2 C Door-2 Casing Intact WlOod Beige 028 ± 0.46 NEG -0.2 ± 0.4 0.3 ± 0.5 6.7 3/6/98 
210 34 210 3 2 Room-2 A Wmdow-I Stool Intact Wood Beige 001 ±O 13 NEG -0.15 ± 0.7 O.O± 0.1 1.0 3/6/98 
211 34 211 3 2 Room-2 A Window-I Sash Intact Wood Beige 000± 0.10 NEG 0.2 ± 0.6 O.O± 0.1 1.0 3/6/98 
212 34 212 3 2 Room-2 A Closet-I Door Intact WIJod Beige 0.14 ± 0.32 NEG -0.1 ± 0.6 0.1 ± 0.3 2.9 3/6/98 
2\3 34 213 3 2 Room-2 A Closet-I Casing Intact WlOod Beige 009 ± 0 30 NEG -0.:5 ± 0.5 0.1 ± 0.3 2.9 3/6/98 
214 34 214 3 2 Room-2 B Closet-I Baseboard Intact WlOod Beige 0.15±0.1O NEG 0.1 ± 0.7 0.1 ±07 10.0 3/6/98 
215 34 215 3 2 Room-2 C Closet-I Shelf Intact WlOod Beige 0.10 ± 0.43 NEG -02±07 01±04 2.5 3/6/98 
216 34 216 3 2 Room-2 C Wall Wall-Rgstr Intact M,!tal Beige 0.19±010 NEG -0.1 ± 0.9 -0.1 ±09 10.0 3/6/98 
217 34 217 3 2 Room-3 A Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.25 NEG 0.2 ± 0 6 0.0 ± 03 1.7 3/6/98 
218 34 218 3 2 Room-3 B Wall-Upr Wall Intact Drywall Beige 0.10 ± 0.45 NEG 0.H07 0.1 ± 0.5 3.5 3/6/98 
219 34 219 3 2 Room-3 C Wall-Upr Wall Intact Drywall Beige om ± 0.10 NEG 0.1 ±0.7 O.O±O.I 10 3/6/98 
220 34 220 3 2 Room-3 D Wall-Upr Wall Intact Drywall Beige 0.45 ± 0.30 NEG 0.6±03 06±03 10.0 3/6/98 
221 34 221 3 2 Room-3 D Wall-Lwr Wall Intact WlOod Beige 0.04 ± 0.35 NEG O.O± 0.7 00 ± 0.4 1.7 3/6/98 
222 34 222 3 2 Room-3 C Wall-Lwr Wall Intact WlOod Beige 0.04 ± 0.13 NEG 0.3 ± 0 4 0.0 ± 0.1 2.1 3/6/98 
223 34 223 3 2 Room-3 B Wall-Lwr Wall Intact Wood Beige 0.22 ± 0.22 NEG -0.4 ± 0.6 -0.4 ± 0.6 10.0 3/6/98 
224 34 224 3 2 Room-3 A Wall-Lwr Wall Intact Wood Beige 002±0.21 NEG -0.1 ± 0.7 O.O± 0.2 1.2 3/6/98 
225 34 225 3 2 Room-3 A Wall Chair-rail Intact Wood Beige 017±0.1O NEG -0.2 ± 0.7 -0.2 ± 0.7 10.0 3/6/98 
226 34 226 3 2 Room-3 A Wall Baseboard Intact Wood Beige 001±0.10 NEG OJ ± 0.6 O.O±O I 1.0 3/6/98 
227 34 227 3 2 Room-3 A Wall Wall-Rgstr Intact M'!tal Beige o 18±0.31 NEG 05±06 0.2 ± 0 3 6.5 3/6/98 
228 34 228 3 2 Room-3 A Floor Floor Intact WlOod Varnish O.OO±O.IO NEG -0.1 ± 0.7 0.0 ± 0.1 10 3/6/98 
229 34 229 3 2 Room-3 A Door-2 Door Intact WlOod Beige 0.02 ± 0.28 NEG 0.2 ± 0.7 00 ± 0.3 13 3/6/98 
230 34 230 3 2 Room-3 D Door-3 Door Intact WlOod Beige 0.02 ± 0.10 NEG -0.6 ± 0.7 00±01 1.0 3/6/98 
231 34 231 3 2 Room-3 D Door-4 Door Intact WlOod Beige 0.09 ± 0 30 NEG -0:5±0.7 o I ± 0.3 5.1 3/6/98 
232 34 232 3 2 Room-3 0 Door-4 Casing Intact WlOod Beige 004 ± 0.24 NEG 02 ± 0.5 00±02 2.1 3/6/98 
233 34 233 3 2 Room-3 B Wmdow-I Stool Intact Wood Beige 001±027 NEG -0.6 ± 0.8 0.0 ± 0.3 1.0 3/6/98 
234 34 234 3 2 Room-3 B Window-I Sash Intact Wood Beige 0.20±0.50 POS 2.:~ ± 0.6 2.2 ±0.6 5.0 3/6/98 
235 34 235 3 2 Room-3 C Closet-2 Door Intact Wood Beige 003 ± 0 36 NEG 01 ±0.7 00 ± 0.4 1.8 3/6/98 
236 34 236 3 2 Room-3 C Closet-2 Casing Intact Wood Beige 0.02±0 17 NEG -0.4 ± 0 7 00 ± 0.2 1.0 3/6/98 
237 34 237 3 2 Room-3 D Closet-2 Baseboard Intact Wood Beige 0.22±037 NEG 0.1 ±0.4 02±04 5.1 3/6/98 
238 34 238 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige 003 ± 0.37 NEG -0.1 ± 0.7 00±04 1.7 3/6/98 
239 34 239 3 2 Room-3 A Closet-2 Hanger-rod Intact Metal Beige 0.14 ±,0.34 NEG -0.4 ± 1.1 01±03 3.0 3/6/98 
240 34 240 3 2 Room-3 A Closet-2 Wall Intact Drywall Beige 0.17 ± 0.27 NEG 06±0.4 0.2 ± 0 3 45 316/98 
241 34 241 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 0.31 ± 0.44 NEG 0.3 ± 0 4 03±04 7.1 3/6/98 
242 34 242 3 2 Room-3 C Closet-2 Wall Intact Drywall Beige o 19±0 10 NEG 0.:5 ± 0.4 02 ± 0 I 19 3/6/98 
243 34 243 3 2 Room-3 D Closet-2 Wall Intact Drywall Beige 0.30 ± 0 37 NEG O.:g ± 0.4 0.3 ± 0 4 78 3/6/98 
244 34 244 3 2 Bath-2 A Wall Wall Paper Intact Drywall Beige 0.17±016 NEG OJ ± 0 6 0.2 ± 0 2 2 I 3/6/98 
245 34 245 3 2 Bath-2 B Wall Wall Paper Intact Drywall Beige 0.79± 0 33 NEG OJ ± 0.4 0.8 ± 0.3 4.4 3/6/98 
246 34 246 3 2 Bath-2 C Wall WallPaper Intact Drywall Beige 037 ± 0.28 NEG -0.1 ±0.4 0.4 ± 0.3 4.6 3/6/98 
247 34 247 3 2 Bath-2 D Wall Wall Paper Intact Drywall Beige 024 ± 0.20 NEG 0.1 ± 0 4 02 ± 0.2 3.5 3/6/98 
148 34 248 3 2 Bath-2 B Door Door Intact Wood Beige 0.48 ± 0 20 NEG OJ±0.4 0.5 ± 0.2 3.0 3/6/98 
149 34 249 3 2 Bath-2 B Door Casing Intact Wood Beige 0.38 ± 0.19 NEG -0 I ± 0.4 04 ± 0.2 3.1 3/6/98 
!50 34 250 3 2 Bath-2 C Window Stool Intact Wood Beige 0.37 ± 0.18 NEG 0.6± 0 4 0.4 ± 0 2 2.7 3/6/98 
151 34 251 3 2 Batb-2 C Window Sash Intact W,)od Beige 0.43 ± 0.31 POS 2:7: 0.9 2.7 ± 0.9 2.4 3/6/98 
'52 34 252 3 2 Bath-2 0 Cabmet Door-Out Intact Wood Beige om ± O. \0 NEG -0.:5 ± 0 8 0.0 ± 0.1 1.2 3/6/98 
'53 34 253 3 2 Bath-2 D Cabinet Inside Intact Wood Beige 0.00 ± 0 10 NEG -OJ ± 0.7 00±01 1.0 3/6/98 
54 34 254 3 2 Bath-3 A Wall Wall Paper Intact Drywall Beige 0.76 ± 0.39 NEG 0.7 ± 0 4 0.8 ± 04 5.4 3/6/98 
55 34 255 3 2 Bath-3 B Wall Wall Paper Intact Drywall Beige 0.38 ± 0.39 NEG 0.:5 ± 0.4 04±04 58 3/6/98 
56 34 256 3 2 Bath-3 C Wall Wall Paper Intact Drywall Beige om ± 0.14 NEG -O.iS± 0 7 0.0 ± 0 I 10 3/6/98 
57 34 257 3 2 Bath-3 0 Wall Wall Paper Intact Drywall Beige 0.44 ± 0.23 NEG OJ±04 0.4 ± 02 37 3/6/98 
58 34 258 3 2 Bath-3 A Door Door Intact Wood Beige 0.55 ± 0.24 NEG 0:5±04 0.6 ± 0.2 3.6 3/6/98 
59 34 259 3 2 Bath-3 A Door Casing Intact Wood Beige 047±0.16 NEG 0.6± 0.4 0.5 ± 0.2 2.4 3/6/98 
&0 34 260 3 2 Bath-3 D Window Stool Intact Wood Beige 0.43 ± 0.27 POS 2.ll: 0.7 2.8± 0.7 2.7 3/6/98 
51 34 261 3 2 Batb-3 D Window Sash Intact Wood Beige 0.66 ± 0.39 POS 2.:I±0.6 2.3± 0.6 3.8 3/6/98 
52 34 262 3 2 Shutter Cal-I Calibrate Calibrate 000±0.00 oo±Oo 0.0 ± 0.0 00 3/6/98 
53 34 263 3 2 Calibrate-l Clllibrate Calibrate 1.01 ± 0.13 POS O.!I ± 0.4 1.0± 0.1 1.0 3/6/98 
.4 34 264 3 2 Calibrate-2 Clilibrate Calibrate 1.I0± 0.24 POS 0.~5 ± 0.4 1.1 ± 0.2 2.3 3/6/98 
,5 34 265 3 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0 0 OO±OO 00 3/6/98 
.6 34 266 3 2 Calibrate-l Cnlibrate Calibrate 1.04 ± 0.13 POS 0.~5 ± 0.4 1.0 ± 0.1 1.0 3/6/98 
17 34 267 3 2 Calibrate-2 Calibrate Calibrate 099±021 NEG 06±05 1.0 ± 0.2 2.1 3/6/98 
,8 34 268 3 2 Hall-4 A Wall-Upr Wall Intact Drywall Beige 031 ± 0 38 NEG 0.1 ± 0 4 0.3 ± 0 4 7.8 3/6/98 
9 34 269 3 2 Hall-4 B Wall-Upr Wall Intact Drywall Beige 028 ± 0 36 NEG 0.3 ± 0 4 03±04 57 3/6/98 
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ite: 34 Date: 316198 PUlnt Page 5 
J~nges (NEG<INC<POS): Device PCS 

No Site XLNo I:nsp Fir Room Side Slrc Feat Cnd Sub Clr PbL(mglcm') RES PbK Combined DI Dale Note 

270 34 270 3 2 Hall-4 C Wall·Upr Wall Inta,ct Drywall B.:ige 0,25 ± 0 34 NEG 0,3 ± 0 4 0,3 ± 10.3 7.4 3/6/98 

271 34 271 3 2 Hall-4 D Wall·Upr Wall Intalct Drywall B.:ige 0,20 ± 0 31 NEG 05±0.4 0.2 ± 10 3 68 316/98 
272 34 272 3 2 Hall-4 D Wall·Lwr Wall Intact Wood Beige 0.25 ± 0,32 NEG ·0,3 ± 0.4 OJ ± 10 3 7,5 3/6/98 
273 34 273 3 2 Hall-4 C Wall-Lwr Wall Intact Wood Bdge 005±0,37 NEG 0,2 ± 0,7 01±D4 2,6 3/6/98 
274 34 274 3 2 Hall-4 B Wall-Lwr Wall Intalct Wood B.:ige 004 ± 0,36 NEG 0,0 ± 0,7 00 ± 10.4 2,0 316/98 
275 34 275 3 2 Hall-4 A Wall·Lwr Wall Intalct Wood Bdge 002±0.10 NEG O.O± 0.6 O,O±D 1 20 3/6/98 
276 34 276 3 2 Hall-4 A Walll Chalr-raill IntDlct Wood B.:ige 011 ± 0.32 NEG -0.1 ±0.8 0,1 ±D.3 55 3/6/98 
271 34 271 3 2 HallA A Wall Baseboard Inlll:ct Wood B.:ige 003 ± 0.28 NEG -0.6 ± 0,7 0,0 ± 10,3 2,2 316198 
278 34 278 3 2 Hall-4 A Floor Floor Intalct Wood Vamish 001 ±0,34 NEG -0,1 ± 0 7 0,0 ± 0 3 \.0 3/6/98 

279 34 279 3 2 Hall-4 A Floor Register Intact Metal Gray 0.Q3 ± 0.12 NEG -0,2 ± 10 00±01 1.3 3/6/98 
280 34 280 3 2 Hall-4 B Door-3 Door Intalct Wood Bdge 005 ± 0 31 NEG -03 ± 0 8 01±03 1.7 316198 
281 34 281 3 2 Hall-4 D 000r-6 Casing Intalct Wood B.:ige 0,07 ± 0 50 NEG -0.1 ± 0 7 0.1 ± 0 5 2,6 316198 
282 34 282 3 2 Hall-4 D Window Stool Intact Wood Bdge 0,03 ± OJ9 NEG -05±0,? 0.0 ± 10 4 1.6 3/6/98 
:Z83 34 283 3 2 Hall-4 D Window Sash InUlet Wood B.:ige 0.16 ± 0.25 POS 1.4 ± 0.3 1.4 ± 0.3 5.4 316198 
284 34 284 3 2 HallA A Cabmet Door-Out Intalct Wood Beige 0,19±010 NEG -0.4 ± 0.7 -0.4 ± 10 7 100 3/6198 
285 34 285 3 2 Hall-4 A Cabinet InsIde Intalct Wood B.:ige 0,25 ± 0.35 NEG 0.2± 0 4 0.3 ± 0.4 5.0 3/6/98 
286 34 286 3 2 HallA B Closet Door Intalct Wood B.:ige 0.01 ± 0.29 NEG 01±06 00±D3 1.0 3/6/98 

287 34 287 3 2 Hall-4 B Closet Casing Inlllict Wood Bdge 0.08 ± 0 44 NEG -0.4 ± 0,6 0,1 ±04 2,6 3/6198 
288 34 288 3 2 Hall-4 C Closet Baseboard Intalct Wood B.:ige 0,)3 ± 0.35 NEG O,O± 0 4 01 ± 0.4 43 316198 
289 34 289 3 2 Hall·4 0 Closet Shelf Intalct Wood Beige 005 ± 0.10 NEG 0,2± 0 6 02 ± 10,6 S.O 316/98 
290 34 290 3 2 HallA 0 Closet Hanger-rod Inlllict Metal Bdge 0.35 ± 0.20 NEG 0.4 ± 0 6 0.4 ± 10,2 36 3/6198 
291 34 291 3 2 HallA A Clo:let Wall Intact Drywall Bdge 0,39 ± 0,33 NEG 0.3 ± 0.4 0.4 ± 0.3 5J 3/6198 

292 34 292 3 2 Hall-4 B Closet Wall Intact Drywall Beige 0.53 ± 0,28 NEG 0.4 ± 0.4 0.5 ± 0 3 4.3 3/6/98 

293 34 293 3 2 Hall-4 C Closet Wall IntDict Drywall B.:ige 0.35 ± 0.31 NEG 01 ± 0.4 04 ± 10,3 53 316198 
294 34 294 3 2 HallA D Closet Wall Inllllct Drywall B.:ige 0.59 ± 0.44 NEG 0.4 ± 0.3 0.4 ± 10,3 9.4 316198 
295 34 295 3 2 HallA B Stalirs WallCasing Intact Wood Bdge 0.14 ± 0,34 NEG 0,1 ±0.7 0,1 ±D.3 5,9 3/6/98 

296 34 296 3 2 Hall-4 B Door Ovrhd-Ooor Intact Wood BI:ige 0.45 ± 0.26 NEG 02±04 0.5 ± IOJ 4.1 3/6/98 

297 34 297 3 2 Hall-4 B Casing Ovrhd-Door Inlll:ct Wood B.:Jge 058 ± 0.26 NEG 02 ± 0.4 06 ± OJ 3.8 316/98 

298 34 298 3 2 Hall-4 B Ceil-regist Casing Intalct Wood Beige 0,12±0.31 NEG -01 ± 0,7 0.1 ± 10.3 5.9 316198 

299 34 299 3 I Room-I C Ceilmg Ceiling Intalct Drywall Bl:ige 0,21 ±O.lO NEG 0,2 ± 0,7 0.2 ± 10.7 \0.0 3/6/98 

300 34 300 3 1 Room-I C Walll Crown-mold Inlll,ct Wood Bdge 0.21 ± 0 33 NEG 0.7 ± 0.4 0,2 ± 10 3 6,9 3/6198 

301 34 301 3 1 Hall-I C Walll Crown-mold Intalct Wood Bdge 034±0.51 NEG 0.3 ± 0.4 0.3 ± 10 5 6.9 3/6/98 

302 34 302 3 1 Hall-I C Ceiling Ceiling Intalct Drywall Bdge 005 ± 0.18 NEG -0.3 ± 0,6 01±D2 1.9 316/98 

J03 34 303 3 1 Poreb-I D Porch Ceiling Intalet Wood Wbite 4.22 ± 1.88 POS 16.3± 2.6 16.3 ±2.6 4.5 316198 
304 34 304 3 1 Room-2 D Ceiling Ceiling Inta,ct Drywall BI:ige 0.19 ± 0.38 NEG 00 ± 0.4 02 ± 10.4 57 316/98 

305 34 305 3 1 Room·2 0 Walll Crown-mold Intalct Wood Bdge 014 ± 0.24 NEG 0.3 ± 04 0.1 ± 10,2 3,8 3/6/98 

306 34 306 3 I Kitchen B Ceiling Ceiling Intact Drywall Bt:ige 0,05 ± 0.34 NEG 02±06 01±ID3 28 316/98 
307 34 307 3 I Hall-2 B Ceiling Ceiling Intacct DI')'wall Beige 001±010 NEG -03 ± 0,7 OO±DI \.0 316198 

308 34 308 3 I Hall-2 B Clo:let Ceiling Intalct Drywall Bdge 0,07 ± 0 31 NEG -0,1 ± 0,8 0.1 ± 10 3 4,1 3/6/98 

309 34 309 3 I Bath-I B Ceiling Ceiling Intalct Drywall Bdge 0.25 ± 0,29 NEG 0,2 ± 0 4 03±D3 4,8 3/6/98 

:1l0 34 310 3 I Room-3 A Ceiling Ceiling Intact Drywall Bdge 0.06 ± 0.35 NEG -06±07 0,1 ±D.4 2,3 316/98 

311 34 311 3 I Room-3 A Walll Crown-mold Intalct Wood BI:ige 022 ± 0.33 NEG 0.6± 0 4 02 ± 10.3 5.1 316198 

312 34 312 3 I Room-3 A Closet Ceiling Intalct Drywall BI:ige 0,21 ± 0.24 NEG -0,2 ± 0,5 -0.2 ± 10.5 8,9 3/6/98 

313 34 313 3 1 Mech-rm D Door Door Intalct Drywall BI:ige 007 ± 0.51 NEG -02±06 0.1 ± 10.5 24 316/98 

314 34 314 3 1 Mech-rm 0 Door Casing Intalct Drywall Beige 0.19 ± 10.16 NEG -03±04 0.2 ± 10.2 22 3/6198 

315 34 315 J I Hall-3 0 Ceiling Ceiling Intalct Drywall Bdge 0,10 ± 0.39 NEG -02±0,7 0.1 ± 10.4 4,1 3/6/98 

:116 34 316 3 1 Porch-2 C Porch Ceiling Intalct Wood Wbite :»5.0 ± 1.00 POS 13.4 ± 2.7 13.4 ± 2.7 3.8 3/6(98, 

317 34 317 3 1 Porch-2 C Closet Ceiling Intalct Wood White 0,00 ± 0 15 NEG 0.1 ± 0.7 O,O±IO 2 10 316198 

318 34 318 3 2 Room-I C Ceiling Ceiling Inlllict Drywall Bdge 0,03 ± 0.16 NEG O.O± 0 6 0,0±1O,2 13 3/6198 

319 34 319 3 2 Room-I C Willi Crown-mold Intalct Wood Bdge 0,14 ± 0.33 NEG -03 ± 0,7 0.1 ±O.3 62 316/98 

320 34 320 3 2 Room-I C Closet Ceiling Intalct Wood Bdge 0,14±0,IS NEG 02±04 0.1 ±O,2 33 316/98: 

321 34 321 3 2 Room-2 C Closl~t-2 Ceiling Intalct Drywall B,:ige 0,07 ± 0,21 NEG -02 ± 0 8 01±O2 19 3/6198: 

322 34 322 3 2 Room-2 D Ceiling Ceiling Intalct Drywall Bdge 0,04 ± 10.28 NEG 02±D7 0,0 ± 10 3 3.1 3/6/98: 
323 34 323 3 2 Room-2 0 Walll Crown-mold Intalct Wood Bdge 0.12 ± 0.10 NEG 03 ± 0,7 0.1 ±O.l 7.8 316/98: 
324 34 324 3 2 Room-3 0 Walll Crown-mold Inlalct Wood B.:ige 0,23 ± 0 38 NEG 00 ± 0.5 0,2 ± 10.4 5.3 3/6198: 

325 34 325 3 2 Room·3 0 Ceiling Ceiling Intalct Drywall B,:ige DOl ±0.22 NEG 02±D6 10,0 ± <0 2 10 3/6/98 
326 34 326 3 2 Room-3 0 Closet Ceiling Intalct Drywall Bdge 0.46 ± 0 36 NEG 0,3 ± 10.4 0.5 ± 0.4 5.7 3/6/98 
327 34 327 3 2 Bath-2 C CeIling Ceiling Intalct Drywall B.:ige 0.48 ± 0.26 NEG 02 ± 0.4 05±D3 42 3/6/98 
328 34 328 3 2 Bath-3 C Ceiling CeIling Intact Drywall B,:ige 0,29 ± 0,24 NEG 0.2 ± 0 4 0.3 ± 10 2 4.2 316/98 
329 34 329 3 2 Hall-4 0 Ceiling Ceiling Intalct Drywall BI:ige 0.06± 0.29 NEG -0.1±07 0,1 ± 10,3 3.9 3/6/98 
330 34 330 3 2 Hall-4 0 Closet Ceiling IntaLCt Drywall BI:ige 0.45 ± 0.24 NEG 0.8 ± 0.4 05±102 3,9 3/6198 
331 34 331 3 2 House-ext. A Walll Wall Intalct Masonite Bdge 0.00 ± 0.17 NEG -0.6 ± 0,7 0.0 ± 10.2 \.0 3/6198 
332 34 332 3 2 House·ext. B Walll Wall Intalct Masomte Beige 0,02 ± 0.19 NEG 0.1 ± 0.5 0,0 ± 10 2 22 316/98 
333 34 333 3 2 House-ext. C Walll Wall Intacl Masonite BI:ige 001 ± 010 NEG -0,5 ± 0 8 00±D1 10 316198 
334 34 334 3 2 House-ext. 0 Walll Wall Inlalcl Masonite B':ige 0.01 ±O 19 NEG -0,1 ± 0,8 0,0 ± 10,2 \.0 316/98 
:135 34 335 3 2 House-ext. C Door Door In(alct Wood Bdge :»5.0 ± 1.00 POS 8.6± 2.4 8.6 ±Z.4 6.7 3/6/98: 
336 34 336 3 2 House-ext. C Door Casing Inta.ct Wood BI:ige O,OO±O 17 NEG -0.1 ± 06 OD±IO,2 1.0 3/6/98 

U_ •• ~ft< ........ r Windl~w-6 Stool Intad Wood White :»5.0 ± 1.00 POS U.5 ± 3.1 22.5 ± .3.1 3/6198 



Site: 34 Date: 3/6/98 -. Pamt Page 6 
Ranges (NEG<INC<lmS): Device PCS 

No Site XLNo Insp FIr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combinf,d m Date Note 
338 34 338 3 2 House-ext. C Window-6 Sash-Ext Intact Wood White 3.04203.05 POS 20.8203.0 20.8203.0 10.0 3/6/98 
339 34 339 3 2 House-ext. C Window-4 Screen-sash Intact Wood Green 3.3620 0.94 POS 4.6201.3 3.4200.9 1.8 3/6/98 
340 34 340 3 2 House-ext. C Ellec-Panel Elec Panel Intact Wood White »5.020 1.00 POS 19.5203.1 19.5203.1 9 .. 1 316/98 
341 34 341 3 2 House-ext B Door Door Intact Wood Green 0.84 ± 0.19 NEG 06±04 08±02 2 I 3/6/98 
342 34 342 3 2 House-ext. B Door Casing Intact Wood Green »5.0201.00 POS 23.50103.1 23.5 ± 3.1 3.2 3/6/98 
343 34 343 3 2 Porch-I B Porch Columns Intact Wood White »5.020 1.00 POS 29.8203.7 29.8203.7 10.0 3/6/98 
344 34 344 3 2 Porch-I B Porch Wall Intact Wood White 000±0.14 NEG -0.6 ± 0.7 O.O± 0.1 1.0 316198 
345 34 345 3 2 Porch-l B Porch Floor Intact Concrete White 025 ±0.13 NEG OO± 0.6 03± 0.1 22 316/98 
346 34 346 3 2 Porch-l B Porch Lattice Intact Wood Green 3.12202.98 POS 6.020 1.9 6.020 1.9 3..7 316/98 
347 34 347 3 2 Porch-I B Porch Awning Intact Metal White 0.29200.24 POS 2.5200.8 2.520 0.8 2 .. 6 316198 
348 34 348 3 2 House-ext. A Door-I Door Intact FibrJgas White 0.02± 0.22 NEG -04 ± 0.5 o O± 0.2 1.7 316/98 
349 34 349 3 2 House-ext. A noor-I Casing Intact Wood White »5.020 1.00 POS 22.2 ± 3.3 22.2203.3 10.0 3/6/98 
350 34 350 3 2 Porch-2 A Porch Columns Intact Wood White »5.020 1.00 POS 28.9203.5 28.9 ± 3.5 7 .. 5 3/6/98 
351 34 351 3 2 Porch-2 A Porch Floor Intact Wood White 0.41±O.l8 NEG 0.90100.5 0.4 ± 0 2 2.7 3/6/98 
352 34 352 3 2 Porch-l A Porch Trim-Lwr Intact Wood White »5.020 1.00 POS 20.820 3.1 20.8203.1 7 .. 7 3/6/98 
353 34 353 3 2 Porch-l A Porch Lattice Intact Wood Green »5.0010 1.00 POS 11.520 2.6 11.520 2.6 2.2 3/6/98 
354 34 354 3 2 Porch-2 A Porch Awning Intact Metal White O.OO±O 10 NEG -0.4 ± 0 6 O.O± 0.1 1.0 3/6198 
355 34 355 3 2 House-ext. A Gutter Gutter Intact Metal White 003 ± 0.22 NEG 0.1 ± 0.6 0.0 ± 0.2 2.7 3/6/98 
356 34 356 3 2 House-ext. A Gutter Downspout Intact Metal White 0.02 ± 010 NEG 02 ± 0.6 O.O± 0.1 38 3/6/98 
357 34 357 3 2 House-ext. D Fascia Fascia Intact Wood White »5.0010 1.00 POS 27.8203.5 27.8203.5 HI.O 3/6/98 
358 34 358 3 2 House-est. D Soffit Soffit Intact Wood White 3.19202.91 POS 28.6203.6 28.6203.6 5 .. 6 3/6/98 
359 34 359 3 2 Shutter Cal-I Calibrate Calibrate 0.00010 0.00 O.O±O.O 0.0 ± 0.0 0.0 3/6/98 
360 34 360 3 2 Calibrate-l C.alibrate Calibrate 1.0820 0.14 POS 0.8200.4 1.1 20 0.1 1.1 3/6/98 
361 34 361 3 2 Calibrate-2 C:alibrate Calibrate 1.06 20 0.23 POS 0.420 0.4 1.1200.2 2.2 3/6/98 
362 34 372 3 1 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 0.0 ± 0.0 0.0 3/6/98 
363 34 373 3 1 Calibrate-l C:alibrate Calibrate 1.02200.10 POS 0.3200.5 1.0200.1 1..0 3/6/98 
364 34 374 3 1 Calibrate-2 C:alibrate Calibrate 1.08200.23 POS 0.6200.4 1.1200.2 2 .. 2 3/6/98 
365 34 375 3 I Hall-3 A Wall WallPaper Intact Drywall Beige 0.24 ± 0.40 NEG 03 ± 0.4 02 ± 0.4 6.6 3/6/98 
366 34 376 3 \ HaIl-3 B Wall Wall Paper Intact Drywall Beige 0.29 ± 0.38 NEG 0.\ ± 0.4 03±04 58 3/6198 
367 34 377 3 \ Hall-3 0 Wall Wall Paper Intact Drywall Beige 0.08 ± 0 30 NEG -0.2 ± 0.7 0.\ ±0.3 45 3/6/98 
368 34 378 3 I Hall-3 0 Wall Baseboard Intact Wood Beige 0.00 ± 017 NEG O.O± 0.6 0.0 ± 0 2 1.0 3/6/98 
369 34 379 3 I Hall-3 A Door-I Door Intact Wood Beige 008 ± 0.42 NEG 0.0 ± 0.7 0.\ ± 0.4 3.5 3/6/98 
370 34 380 3 I Hall-3 B Door-2 Door Intact Wood Beige 0.08 ± 0.33 NEG -0.4 ± 0.5 0.1 ± 0.3 3.0 3/6/98 
371 34 381 3 I Hall-3 0 Door-3 Door Intact Wood Beige 0.05 ± 0.22 NEG O.O± 0.6 0.1 ± 0.2 1.8 3/6/98 
372 34 382 3 \ Hall-3 0 Door-3 Casing Intact Wood Beige 009 ± 0.35 NEG -0.3 ± 0.6 01 ± 0.4 29 3/6198 
373 34 383 3 1 Shutter Cal-1 Calibrate Calibrate 0.00 ± 0 DO 0.0 ± 0.0 0.0 ± 0.0 0.0 3/6198 
374 34 384 3 1 Calibrate-l C:alibrate Calibrate 1.03200.13 POS 0.7200.5 1.0200.1 1.0 316/98 
375 34 385 3 1 Calibrate-2 C:alibrate Calibrate 1.02200.22 POS 0.620 0.4 1.020 0.2 2 .. 2 3/6/98 
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Original Reading 
0.10 
1.40 
0.10 
0.00 
0.10 
1. 50 
0.60 
0.00 

23.80 
8.50 

36.10 

36.10 110 = 3.610 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.10 0.10 
2.40 1. 90 
0.20 0.15 
0.00 0.00 
0.00 0.05 
0.50 1.00 
0.60 0.60 
0.00 0.00 

24.50 24.15 
9.00 8.75 

37.30 36.70 

37.30/10 = 3.730 

Absolute Difference = 3.730 - 3.610 = 0.12 

664.7900 x 0.0072 = 4.786488 
4.786488 + 0.032 = 4.818488 
Square Root of 4.818488 = 2.195105 

Squared 
0.0100 
3.6100 
0.0225 
0.0000 
0.0025 
1.0000 
0.3600 
0.0000 

583.2225 
76.5625 

664.7900 

C = 664.7900 
D = 4.786488 
E = 4.818488 
F = 2.195105 2.195105 x 1.645 = 3.6109 (Retest Tolerance Limit) 

Retest Tolerance Limit = 3.6109 

The Retest Tolerance Limit is computed using the following steps: 

l. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Paint Page 1 
Quarters KK, Quality Evaluation Retest 

Charleston Naval Complex 
Site: 34 Date: 3/6/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
I 359 Shutter Cal-I O.OO± 0.00 0.0 ± 0.0 0.0 ± 0.0 
2 34 360 3 Calibrate-l 1.08 ± 0.1~1 POS 0.8 ± 0.4 1.1 ± 0.1 
3 34 361 3 Calibrate-2 1.06 ± 0.23 POS 0.4 ± 0.4 1.1 ± 0.2 
4 34 362 3 I Room-I B Door-I Door Intact Wood Beige 0.14 ± 0.29 NEG 0.2 ± 0.4 0.1 ± 0.3 IS 
5 34 363 3 1 Hall-l B Door-l Door Intact Wood Beige 0.96 ± 0.5«; POlS 2.4 ± 0.7 2.4 ± 0.7 35 
6 34 364 3 I Hall-I C Wa11-Upr Door Intact Drywall Beige 0.21 ± 0.40 NEG 0.3 ± 0.4 0.2 ± 0.4 26 
7 34 365 3 1 Hall-I 0 Cabinet Door-Out Intact Wood Beige 0.Q3 ± 0.26 NEG 0.1 ±0.5 0.0 ± 0.3 39 
8 34 366 3 I Room-2 C Window Stool Intact Wood Beige 0.03 ± 0.34 NEG -0.4±0.7 0.0 ± 0.3 73 
9 34 367 3 I Room-2 C Window Sash Intact Wood Beige 045 ± 050 NEG 1.0 ± 0.5 0.5 ± 0 5 74 
10 34 368 3 1 Kitchen C Window Stool Intact Wood Beige 0.56±0.17 NEG 1.I ± 0.5 0.6 ± 0 2 86 
11 34 369 3 I Hal1-2 A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.6 ± 0.6 O.O±O.I 102 
12 34 370 3 1 Porch-2 A Porch Columns Intact Wood White »5.0± 1.00 POS 24.5 ± 3.5 24.5 ± 3.5 144 
13 34 371 3 1 Porch-2 B Wall Intact Masonite White »5.0 ± 1.00 POS 9.0 ± 2.3 9.0 ± 2.3 147 
14 372 Shutter Cal-I 0.00 ± 0.00 0.0 ± 0.0 0.0 ±O.O 
15 34 373 3 Calibrate-l 1.02 ± 0.10 POS 0.3 ±0.5 1.0 ± 0.1 
16 34 374 3 Calibrate-2 1.08 ± 0.23 POS 0.6 ± 0.4 1.1 ± 0.2 
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XRF Field Data Sbeets 
and Analvsis Results 

I) 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters KK, 1356 Avenue H, Charleston Naval Complex, 

Charleston SC 

Sample 
Number 

NBC/ 
Qtrs KK 
001 
NBC/ 
Qtrs KK 
002 
NBCI 
Qtrs KK 
003 
NBC/ 
Qtrs KK 
004 
NBCI 

I 
Qtrs KK 
DOS 
NBCI 
Qtrs KK 
006 
NBC/ 

I 
Qtrs KK 
007 
NBCI 
Qtrs KK 
008 

Surface Room Type 

1 ST I=lnnr F!oor-. , ......... , 
Kitchen Entry 

1ST Floor, Window 
Kitchen Sill 

2.@ Floor, Floor-
Hall Stairwell 

2ND Floor, Window 
Room-1 Sill 

,..,ND rl ___ \1\(,_ .... _ .... 

I
' rIVVI, I vv" IUVVV 

Room-2 Sill 

1ST Floor, Floor-
Room-3 Entry 

,ST _, •• r 
1- rloor, vvlndow 
Room-3 Sill 

Blank N/A 

1 Measure to the nearest 1/8 inch. 

Is surface Dimensions 

smooth and of the sample Area Total Lead 
cleanable? area (inches (fe) Found x inches) 

Yes 12 x 12 1 -6.20 

Yes 27 x 2 0.375 -3.90 

Yes 12 x 12 1 -1.90 

Yes 27 x 2 0.375 0.00 

Yes 27 x 2 0.375 98.30 

Yes 12 x 12 1 -1.90 

Yes 27 x 2 0.375 24.40 

N/A N/A N/A -23.00 

HUD standards: 100 /lg/fe (floors), 500 Jl9/fe (interior window sills), 800 )lg/fe (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 2/27/98 

Table 31-b, Field Sampling Form for Dust 

719 

Result of Lab 
Analysis 
(Jlgl fe) 

<Detectable I 

I 

<Detectable 

<Detectable 

0.00 

262.13 

<Detectable 

65.07 

<Detectable 



Quarters KK, Dm .. Jamples 
Charleston Naval Complex 

Site 34, Date: 2127/98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Ph ± Pree 
5 34 391 3 Calibrate-l 3235.20 ± 62.80 
10 34 396 3 1 Kitchen-DOl B Floor Floor -6.20 ± 18.30 
15 34 401 3 1 Kitchen-D02 C Window Stool -3.90 ± 20.40 
20 34 406 3 2 Hall-D03 B Floor Floor -1.90 ± 20.30 
25 34 411 3 2 Hall-D04 B Floor Floor 0.00 ± 22.40 
30 34 416 3 2 Room-I-D05 B Window Stool 98.30 ± 25.20 
35 34 421 3 1 Room-3-D06 B Window Stool -1.90± 18.50 
40 34 426 3 1 Room-3-D07 C Window Stool 24.40 ± 23.90 
45 34 431 3 1 Blank-D08 Blank Blank -23.00 ± 24.50 
50 34 437 3 Calibrate-l 2798.40 ± 56.80 

Table 31-c, XRF Field Data Sheets for Dust Samples 
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Bulk Page 1 
Quarters KK, Soill Samples 
Charleston Naval Complex 

Site: 34 Date: 3/9/98 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 34 439 3 Calibrate-l -21.7 ± 58.2 
2 34 440 3 Calibrate-I 1200.0 ± 110.9 
3 34 441 3 Drip line A 664.8 ± 73.2 
4 34 442 3 Dripline B 1881.6± 128.8 
5 34 443 3 Dripline C 793.6 ± 82.6 
6 34 445 3 Calibrate-l 22.4 ± 59.1 
7 34 446 3 Calibrate-2 1156.8± 108.2 

Table 31-d, XRF Field Data Sheets for Soil Samples 



LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

32.0 Quarters LL 

Quarters LL, 1600 Hobson Avenue, is a two-story, wood-framed unit that is haIfa duplex with an 

attic and crawl space. This structure is approximately 2,381 square feet in size including the garage 

and porch areas. The first and second floors are hardwood strip flooring with wood subflooring. 

The walls and ceilings are wood-framed and covered with drywall and/or wood paneling. Exterior 

siding is transite (assumed asbestos) with brick, wood, and metal trim. The roof is asphalt shingle. 

The crawl space and the chimney are brick masonry. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 9 September 1997 to 10 September 1997, two certified lead inspectors performed an extensive 

LBP survey of Quarters LL. This survey was performed before the HUD Guidelines Chapter 7 

revision and required three XRF readings on each testing combination. If, after two readings, the 

results were either two positives or two negative the testing combination was categorized 

accordingly with no need for the third reading. If, after two readings, the results were one positive 

and one negative the third reading classified the testing combination. 

32.1 Identification of Lead in Quarters LL: 

Nine hundred fifty-two XRF samples and calibrations were taken in Quarters LL. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 32-a contains LBP sampling results for 

Quarters LL and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. Two soil samples were taken from the dripline and 

clothesline areas outside the building. Dust and soil samples were taken for informational purposes 

only. 

The following pages summarize the location of lead-based paint found in Quarters LL: 
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Quarters LL Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(mg/cm") 

1 Bath-1 C Window Mullion Peeling Wood White POS 1.2 ±0.3 
1 8alh-1 C Window Mullion Peeling Wood White POS 13 ±O,3 
1 Bath-1 C Window Sash Intact Wood White POS 2.2 ±0.6 
1 Bath-1 C Window Sash Intact Wood White POS 2.0 ±O.S 
2 Bath-2 B Window Stool Intact Wood Beige POS 1.8 2:0.5 
2 Bath-2 B Window Sash Intact Wood Beige POS 1.3 ±0.3 
2 Bath-2 B Window Sash Intact Wood Beige POS 1.2 :to.3 
2 Bath-2 B Window Mullion Intact Wood Beige POS 1.2 :&3 
2 Bath-2 B Window Mullion Intact Wood Beige POS 1 4 :!:0.3 
2 Bath-2 A Door Door Intact Wood White POS 2.2 :to.6 
2 Bath-3 B Window Sash Intact Wood White POS 2.0 ±O.S 
2 Bath-3 B Window Sash Intact Wood White POS 1.7 ±0.4 
2 Bath-3 B Window Mullion Intact Wood White POS 1.3 ±0.3 
1 Hall-1 B Door Mullion Intact Wood White POS 1.3 ±0.3 
1 Hall-1 B Door Mullion Intact Wood White POS 1.5 ±0.3 
i Haii-i tj Ceiiing Crown-moid intact Drywaii White POS i .6 ±O.4 
1 Hall-3 C Door-2 Jamb Intact Wood White POS 1.7 ±0.8 
1 Hall-3 C Door-2 Jamb Intact Wood White POS 1.1 ±O.S 
1 Hall-3 B Door-2 Door Intact Wood White POS 1.1 ±0.6 
1 Hall-3 D Door-3 Door Intact Wood White POS 1.2 ±0.6 
1 Hall-3 D Door-3 Door Intact Wood White POS 1.3 ±0.6 
1 Hall-3 D Door-3 Mullion Intact Wood White POS 2.1 ±O.S 
1 Hall-3 D Door-3 Mullion Intact Wood White POS 1.1 ±0.3 
1 Hall-3 D Door-3 Jamb Intact Metal White POS 1.3 ±0.4 
1 Haii-3 A Entranceway-l CasIng intact 'vVooo 'vVhite POS 1.1 :to.4 
1 Hall-3 B Closet-1 Shelf Intact Wood White POS 1.0 ±O.S 
1 Ha!!-3 8 C!oset-1 Shelf Intact Wood White P~S 1.1 ±O.6 
1 Hall-3 A Ceiling Ceiling Intact Drywall White POS 1.0 ±0.4 
1 Hall-3 A Ceiling Ceiling Intact Drywall White POS 1.0 ±0.4 
2 Hall-4 B Door-1 Door Intact Wood White POS 1.0 ±0.3 
2 Hall-4 D Door-6 Casing Intact Wood White POS 1.5 ±O.6 
2 Hall-4 A Door-1 Casing Intact Wood White POS 1.7 ±0.7 
2 Hall-4 B Window Sash Intact Wood White POS 2.4 ±0.7 
2 Hall-4 B Window Sash Intact Wood White POS 2.2 ±O.S 
2 Hall-4 B Window Trough Peeling Wood White POS 19.5 3.6 
2 Hall-4 B Window Trough Peeling Wood White POS 22.2 3.8 
2 Hall-4 B Window Mullion Peeling Wood White POS 1.5 ±0.4 
2 Hall-4 B Window Mullion Peeling Wood White POS 2.4 ±0.6 
2 Hall-4 A Closet-1 Baseboard Intact Wood White POS 1.1 ±0.6 
2 Hall-4 B Wall Baseboard Intact Wood White POS 1.6 ±O.S 
2 Hall-4 C Wall Baseboard Intact Wood White POS 1.0 ±O.S 
1 House-Ext B Window Stool Peeling Wood White POS 2.5 ±O.7 
1 House-Ext B Window Stool Peeling Wood White POS 28.4 35 
1 House-Ext B Window Casing Peeling Wood White POS 26.2 3.5 
1 House-Ext B Window Casing Peeling Wood White POS 28.5 35 
1 House-Ext B Window Sash-Ext Peeling Wood White POS 19.9 3.1 
1 House-Ext B Window Sash-Ext Peeling Wood White POS 23.2 3.1 
1 House-Ext B Window Mullion Peeling Wood White POS 10.7 2.4 
1 House-Ext B Window Mullion Peeling Wood White POS 13.7 2.5 
1 House-Ext A Wall Trim-Lwr Intact Metal White POS 21.5 3.3 
1 House-Ext A Wall Trim-Lwr Intact Metal White POS 25.2 3.6 
1 House-Ext C House Elec-condu. Intact Metal White POS 1.2 ±0.4 
1 House-t:xt (,; House t:iec-condu. intact Metai White POS 1.1 ±O.5 
1 House-Ext C House Elec-Panel Intact Metal White POS 23.4 33 
1 House-Ext C House Elec-Panel Intact Metal White POS 19.7 31 
2 House-Ext A Fascia Fascia Peeling Metal White POS 28.3 3.4 
2 House-Ext A Fascia Fascia Peeling Metal White POS 25.2 3.5 
2 House-Ext B Soffit Soffit Peeling Wood White POS 20.8 i'a 
2 House-Ext B Soffit Soffit Peeling Wood White POS 20.8 3.1 
1 House-Ext C Wall Trim-upper Peeling Wood White POS 24.2 3.3 
1 House-Ext C Wall Trim-upper Peeling Wood White POS 23.8 3.'3 
1 Kitchen C Window-2 Stool Intact Wood White POS 1.2 ±O.S 
1 Kitchen C Window-2 Stool Intact Wood White POS 2.1 ±O.6 
1 Kitchen C Window-1 Sash Peeling Wood White POS 3.0 1.0 
1 Kitchen C Window-2 Sash Intact Wood White POS 4.2 1.2 
1 Kitchen C Window-2 Trough Peeling Wood White POS 9.3 2.7 . ., .... L. ~ \ •• :_-1_ ••. '" T __ •• L. 

~ ,. ,., ~_J ,. ,,--,~- ~~~ ~ ~ . ~ I I I\.m;;nen VVIfIUUW-£ 'fuugn r-eellng vvooo vvnlte r-u;:, o.u 1.0 

723 



Quarters LL Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(mg/cm") 

1 Kitchen C Window-2 Mullion Poor Wood White P~S 2.5 ±0.8 
1 Kitchen C Window-1 Muiiion Poor iivood White POS 4.2 1.4 
1 Porch-1 A Porch Columns Intact Wood White POS 25.3 4.0 
1 Porch-1 D Porch Columns Intact Wood White POS 29.9 45 
1 Porch-1 A Wall Wall Intact Shingle White P~S 6.8 2.7 
1 Porch-1 A Wall Wall Intact Shingle White P~S 6.7 1.9 
1 Porch-1 D Door-4 Casing Intact Wood White P~S 2.0 ±0.5 
1 Porch-1 D Door-4 Casing Intact Wood White P~S 2.1 ±0.5 
1 Porch-1 D Door-4 Jamb Intact Wood White P~S 27.5 4.1 
1 Porch-1 D Door-4 Jamb Intact Wood White P~S 26.5 3.9 
1 Porch-1 B Door-1 Door Intact Wood White P~S 25.3 4.0 
1 Porch-1 B Door-3 Door Intact Wood White POS 22.6 3.9 
1 Porch-1 B Door-2 Door Intact Wood White POS 21.3 3.8 
1 I-'orch-i ts uoor-2 uoor intact Wood White P~S 2i.9 3.9 
1 Porch-1 B Door-1 Mullion Intact Wood White P~S 22.2 4.1 
1 Porch-1 B Door-3 Mu!!ion Intact Wood White P~S 20.8 3.7 
1 Porch-1 B Door-2 Mullion Intact Wood White P~S 29.0 4.4 
1 Porch-1 B Door-2 Mullion Intact Wood White P~S 20.9 3.8 
1 Porch-I B Door-2 Casing Intact Wood White P~S 20.5 3.9 
1 Porch-I B Door-1 Casing Intact Wood White POS 21.4 4.0 
1 Porch-I B Door-3 Jamb Intact Wood White P~S 25.4 4.2 
1 Porch-1 B Door-2 Jamb Intact Wood White P~S 20.7 3.6 
1 Porch-1 D Window-8 Casing Intact Wood White P~S 1.4 ±0.4 
1 Porch-I D Blind-Wind.-1 Casing Intact Wood White POS 23.0 3.9 
1 Porch-I D Blind-Wind.-1 Casing Intact Wood White POS 24.4 3.9 
1 I-'orch-i u tsiind-Wind.-i Sash intact Wood White l-'uS u.i 4.1 
1 Porch-1 D Blind-Wind. -1 Sash Intact Wood White P~S 26.3 4.1 
1 Porch-1 D E!ec-conduit E!ec Intact Meta! White P~S 7.5 2.0 
1 Porch-1 D Elec-conduit Elec Intact Metal White P~S 8.4 2.5 
1 Porch-1 A Porch-1 Ceiling Intact Wood White P~S 17.4 3.3 
1 Porch-1 B Porch-1 Ceiling Intact Wood White P~S 8.8 2.9 
1 Porch-1-ext. A Porch Columns Intact Wood White P~S 23.2 3.0 
1 Porch-1-ext. A Porch Columns Intact Wood White P~S 17.0 2.9 
1 Porch-1-ext. A Porch Wall Intact Wood White P~S 4.2 1.3 
1 Porch-1-ext. D Porch Wall Intact Wood White P~S 3.2 ±0.9 
1 Porch-1-ext. D Porch Rail-cap Intact Wood Black POS 2.7 ±0.9 
1 Porch-1-ext. D Porch Rail-cap Intact Wood Black POS 2.4 ±0.6 
1 Porch-1-ext. D Porch Lattice Intact Wood Black P~S 27.1 3.4 
1 Porch-l-ext. D Porch Lattice Intact Wood Black P~S 28.3 3.6 
1 Porch-1-ext. 0 Door ,...,,-; ... - 1 ... ,_-" \1\1 ........ " DI ......... " '''",C' .,.,n ., A 

"'CI"ItI~ II"'CI\"L ¥¥uuu LlICI"'" ,VV ".U v." 
1 Porch-I-ext. D Door Casing Intact Wood Black P~S 26.1 3.2 
1 Porch-1-ext. D Door Jamb Intact Wood Black P~S 19.3 3.3 
1 Porch-I-ext. D Door Jamb Intact Wood Black P~S 22.9 3.2 
1 Porch-1-ext. D Porch Awning Peeling Metal White P~S 5.3 1.7 
1 Porch-I-ext. D Porch Awning Peeling Metal White POS 7.2 1.8 
1 Porch-2 D Wall Wall Intact Shingle White P~S 7.5 2.5 
1 Porch-2 B Wall Wall Intact Shingle White P~S 5.0 2.1 
1 Porch-2 A Porch Columns Intact Wood White POS 20.6 3.7 
1 Porch-2 A Porch Lattice Intact Wood White POS 2.6 ±0.7 
1 Porch-2 A Porch Lattice Intact Wood Green P~S 3.0 ±0.9 
1 Porch-2 A Porch Lattice Intact Wood Green P~S 3.6 1.1 
1 Porch-2 A \"Jindow-1 r"' ....... i ....... 1 ....... -" 

\1\1 __ .... 
\At1o.."_ n"C' .,., n 'l" 

"'CI""'~ lIu.av" vvvuu VVlllle ,VV LL.;:J .;}." 
1 Porch-2 A Window-1 Casing Intact Wood White P~S 20.0 3.6 
1 Porch-2 A Window-1 Sash Intact Wood White P~S 8.1 1.8 
1 Porch-2 A Window-1 Sash Intact Wood White POS 7.6 1.7 
1 Porch-2 A Door-1 Casing Intact Wood White P~S 18.4 3.4 
1 Porch-2 A Door-1 Casing Intact Wood White P~S 25.9 4.0 
1 Porch-2 A Door-1 Jamb Intact Wood White P~S 22.0 3.9 
1 Porch-2 A Door-1 Jamb Intact Wood White P~S 22.6 3.9 
1 Porch-2 D Door-3 Door Peeling Wood White P~S 19.7 3.8 
1 Porch-2 D Door-3 Door Peeling Wood White P~S 18.3 3.5 
1 Porch-2 D Door-3 Mullion Peeling Wood White POS 19.0 3.6 
1 Porch-2 D Door-3 Mullion Peeling Wood White P~S 20.9 4.0 
1 Porch-2 D Door-3 Casing Poor Wood White P~S 18.8 3.7 
1 Porch-2 D Door-3 Casing Poor Wood White P~S 24.1 4.2 
1 Porch-2 D Door-3 Jamb Poor Wood White POS 20.5 3.9 
1 Porch-2 D Door-3 Jamb Poor Wood White P~S 24.1 3.9 
1 Porch-2 A Porch Columns Peeling Wood White P~S 23.4 3.2 

I 1 t-'orcll-£ A t-'orcn I GOlumns Peeling I Wood I White POS 25.7 3.6 
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Quarters LL Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(mg/cm2
) 

1 Porch-2 A Porch Trim-Lwr Peeling Wood White P~S 4.0 1.2 
1 Porch-2 A Porch Trim-Lwr Peeling Wood White P~S 4.4 1.7 
1 Porch-2 A Wall Wall Intact Wood White P~S 3.4 ±0.9 
1 Porch-2 A Wall Wall Intact Wood White P~S 4.5 1.2 
1 Porch-2 A Porch Lattice Intact Wood Black P~S 26.0 3.5 
1 Porch-2 A Porch Lattice Intact Wood Black P~S 20.9 3.3 
1 Porch-2 A Porch Awning Peeling Metal White P~S 5.7 2.0 
1 Porch-2 A Porch Awning Peeling Metal White P~S 11.9 2.7 
1 Porch-2 B Porch-Upr Trim-upper Peeling Wood White P~S 24.9 3.4 
1 Porch-2 B Porch-Upr Trim-upper Peeling Wood White P~S 20.6 3.1 
1 Porch-2 A Porch Columns Intact Wood White P~S 23.9 3.S 
1 Porch-2 B Ceiiing Ceiiing intact Wood White POS 8.6 2.5 
1 Porch-2 B Ceiling Ceiling Intact Wood White P~S 10.5 2.9 
2 Room-1 A Wall Wall Intact Drywall White P~S 2.0 ±O.S 
2 Room-1 0 Wall Wall Intact Drywall White P~S 2.6 ±O.S 
2 Room-1 A Wall-Lwr Wall Intact Drywall White P~S 1.1 ±0.3 
2 Room-l 0 Window Trough Intact Wood White P~S 15.6 3.0 
2 Room-l 0 Window Trough Intact Wood White P~S 21.S 3.2 
2 Room-l 0 Window Sash Intact Wood White P~S 2.5 ±0.7 
2 Room-l 0 Window Sash Intact Wood White P~S 4.2 1.5 
2 Rccm=1 C Closet Wall Intact f"\nlUJ'!IIII \!l.Jhite P~S 1.4 to.5 -'l·" YII 

2 Room-l C Closet Wall Intact Drywall White P~S 1.5 ±O.S 
1 Room-1 C Ooor-l CaSing Intact Wood White P~S 1.1 ±D.7 
1 Room-1 0 000r-2 Door Intact Wood White P~S 1.5 :to.4 
1 Room-1 B Window-3 Stool Intact Wood White P~S 1.4 ±0.4 
1 Room-1 A Window-2 Stool Intact Wood White P~S 1.2 ±0.3 
1 Room-1 A Window-1 Sash Intact Wood White P~S 3.1 1.0 
1 Room-l B Window-3 Sash Intact Wood White P~S 3.5 1.0 
1 Room-l B Window-3 Trough Peeling Wood White P~S 17.9 3.5 
1 Room-1 A Window-2 Trough Peeling Wood White P~S 22,S 3,7 
1 Room-1 A Window-2 Mullion Intact Wood White P~S 1.5 ±0.4 
1 Room-1 B Window-3 Mullion Intact Wood White P~S 2.2 ±0.6 
1 Room-1 0 000r-2 Mullion Intact Wood White P~S 1.9 ±O,S 
1 Room-l 0 000r-2 Mullion Intact Wood White P~S 1.4 ±0.4 
1 Room-1 A (';eiiing (,;eiiing intact urywaii White PO::; 1.0 ±OA 
2 Room-l 0 Ceiling Crown-mold Intact Wood White P~S 1.5 ±0.4 
2 Room-l A Ceiling Crown-mold Intact Wood White P~S 1.3 ±0.4 
2 Room-1 A Closet-1 Ceiling Intact Drywall White P~S 2.0 1.0 
2 Room-l A Closet-1 Ceiling Intact Drywall White P~S 2.1 1.0 
2 Room-1 A Closet-2 Ceiling Intact Drywall White P~S 1.6 ±0.6 
2 Room-1 A Closet-2 Ceiling Intact Drywall White P~S 1,2 ±OA 
1 Room-2 C Window Mullion Intact Wood White P~S 1.S ±D.S 
1 Room-2 C Window Mullion Intact Wood White P~S 1.2 ±O,3 
1 Room-2 C ilVinelow Sash intact ilVooel White POS 2.6 ±O.8 
1 Room-2 C Window Sash Intact Wood White POS 2.5 ±O,7 
2 Room-2 C Door Door Intact Wood White P~S 1.1 ±0.3 
2 Room-2 C Door Door Intact Wood White P~S 1.2 ±0.3 
2 Room-2 C Door Casing Intact Wood White P~S 1.3 ±0.4 
2 Room-2 C Door Casing Intact Wood White P~S 1.0 ±O.3 
2 Room-2 B Window Apron Intact Wood White P~S 1.3 ±O.S 
2 Room-2 A Window Trough Intact Wood White P~S 21.4 3,0 
2 Room-2 A Window Trough Intact Wood White P~S 20.4 2.9 
2 c .... ,... ...... .., A V·Jindow Sash I ..... ",,... \lVood \1\/~i""" Or'\" 4.4 1 ,., 

I'-VUII."" II I La", .. ""1111.'1;; .- '-I"" I., 
2 Room-2 B Window Sash Intact Wood White P~S 2.6 ±O.S 
2 Room-2 B Window Mullion Intact Wood White P~S 2,6 ±O,7 
2 Room-2 A Window Mullion Intact Wood White P~S 4.0 1.3 
1 Room-2 B Ceiling Ceiling Intact Drywall White P~S 2,6 ±O,S 
1 Room-2 B Ceiling Ceiling Intact Drywall White P~S 2.9 ±0.9 
2 Room-3 A Wall Wall Intact Drywall White P~S 2,1 ±O,S 
2 Room-3 A Wall Wall Intact Drywall White P~S 1.9 ±O.S 
2 Room-3 A Wall-Lwr Wall Intact Drywall White POS 1,1 ±O,3 ,., 0 __ ., n n .......... n ........... 1_ .......... 'A' __ .... \An..:,_ 0,"," 1 " 

u',., 
L n.UUIII-"" L.I ,""UUI L.lUUI IIl1.aw .vuuu ""llItlC' r'-lv I.OJ ::r:u.V 

2 Room-3 D Door Door Intact Wood White P~S 1,3 ±O,3 
2 Room-3 D Door Jamb Intact Wood White POS 1.2 ±O.3 
2 Room-3 0 Door Jamb Intact Wood White P~S 1.6 ±0.6 
2 Room-3 C Window Stool Intact Wood White P~S 1.1 ±O,4 
2 Room-3 B Window Casing Intact Wood White P~S 1.3 ±O.S 
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Quarters LL Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(ma/em') 

2 Room-3 B Window Casing Intact Wood White P~S 1.3 ±0.5 
2 Room-3 B Window Sash Intact Wood White P~S 2.5 +0.7 
2 Room-3 B Window Sash Intact Wood White P~S 4.6 1.2 
2 Room-3 C Window Trough Intact Wood White P~S 26.3 3.3 
2 Room-3 C Window Trough Intact Wood White P~S 24.8 3.4 
2 Room-3 C Window Mullion Intact Wood White P~S 2.4 +0.7 
2 Room-3 C Window Mullion Intact Wood White P~S 1.8 1:0.4 
2 Room-3 B Closet Door Intact Wood White P~S 1.0 +0.3 
2 Room-3 B Closet Door Intact Wood White P~S 1.4 ±0.3 
2 Room-3 B Closet Jamb Intact Wood White P~S 1.0 ±0.2 
2 Room-3 A Closet Baseboard Intact Wood White p~s 3.4 1.0 
2 ROulll-3 D Closet BasebuBrd Inb:lct V';ood V.Jhite POS 1.3 ±O.4 
2 Room-3 D Wall Wall Intact Drywall White P~S 2.0 +0.5 
2 Room-3 D Wall Wall Intact Drywall White POS 1.3 +0.5 
1 Room-3 C Window-1 Stool Intact Wood White P~S 1.5 ±0.4 
1 Room-3 C Window-2 Stool Intact Wood White P~S 1.5 ±0.4 
1 Room-3 C Window-1 Sash Intact Wood White P~S 2.3 ±0.6 
1 Room-3 C Window-2 Sash Intact Wood White P~S 2.3 ±0.7 
1 Room-3 C Window-2 Trough Peeling Wood White P~S 17.6 3.5 
1 Room-3 C Window-1 Trough Peeling Wood White P~S 22.0 3.9 
1 Room-3 C Window-2 Mullion Peeling Wood White P~S 1.4 ±0.3 
1 Room-3 D Door-3 Mullion Intact Wood White P~S 2.0 ±0.5 
1 Room-3 D Door-3 Mullion Intact Wood White P~S 1 8 ±0.5 
1 Room-3 A Ceiling Ceiling Intact Drywall White P~S 1.1 +0.4 
2 Room-3 A Ceiling Crown-mold Intact Drywall White P~S 1.8 ±0.5 
2 Room-3 B Ceiling Crown-mold Intact Drywall White P~S 1.8 ±0.5 
2 Room-3 C Closet-1 Ceiling Intact Drywall White P~S 1.4 ±0.4 
2 Room-3 D Closet-1 Ceiling Intact Drywall White P~S 1.6 +0.6 
2 Room-3 D Closet-2 Ceiling Intact Drywall White P~S 1.1 ±0.4 
2 Room-3 C Closet-2 Ceiling Intact Drywall White P~S 1.7 ±0.7 
2 Stairwell A Stairs Rail-cap Intact Wood White P~S 1.7 ±0.4 

2 Stairwell B Stairs Rail-cap Intact Wood White P~S 1.5 ±0.3 
2 Stairwell A Stair5 Newei-posi iniaci Vvood vVhiie P~S 2.7 ±0.8 
2 Stairwell A Stairs Newel-post Intact Wood White P~S 2.5 +0.8 
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Quarters LL, Lead-Based Paint Sun'cy 
Paint Page 1 

Charleston Naval Complex 
Site: 35 Date: 9/10/97 

Ranges (NEG<INC<POS): Device pes 

No Site XLNo Insp FIr Room Side Strc Feat Cnd Sub CIr PbL(mg/cm') RES PbK Combined 01 Date Note 
I 35 I 6 I Shutter DII-I Calibrate Calibrate OOO±OOO OO±OO 0.0 ± 0.0 0.0 9/9/97 
2 35 2 6 I Calibrate-I Calibrate Calibrate 095 ± 011 NEG 0.7 ± 0.5 I O± 0.1 10 919197 
3 35 3 6 1 C8libratl~2 Calibrate Calibrate 1.25* 0.28 POS 0.5 ± 0.5 1.3 ± 0.3 2.6 9/9/97 
4 35 4 6 I Calibratl~3 Calibrate Calibrate 1.05 ± 0.23 POS 0.3 ± 0.5 1.1 ± 0.2 2.2 9/9/97 
5 35 5 6 I Room-2 A Wall-Upr Wall Intact DryW2111 White 0.13 ± 0.10 NEG 0.1 ± 0.7 0.1 ± 0.7 10.0 9/9/97 
6 35 6 6 I Room-2 0 Wall-Upr Wall Intact DryW2111 White 008 ± 0048 NEG -0.1 ±0.7 01 ± 0.5 2.8 9/9/97 
7 35 7 6 I Room-2 C Wall-Lwr Wall Intact DryW2111 White 010 ± 0.38 NEG OJ ± 0 6 01 ±0.4 39 9/9/97 
8 35 8 6 I Room-2 B Wall-Lwr Wall Intact DryW2111 WhIte 0.07 ± 0.29 NEG 0.0 ± 0.6 0.1 ± 0.3 2.3 9/9/97 
9 35 9 6 I Room-2 C Window Apron Intact Wood White 024 ± 0.37 NEG 01 ±0.4 02±OA 54 9/9/97 
10 35 10 6 I Room-2 C Window Apron Intact Wood White 032 ± 0.50 NEG -0.1 ± 004 03 ± 0.5 66 9/9/97 
11 35 11 6 I Room-2 C Window Stool Intact Wood White 0.00 ± 0.10 NEG -0.1 ±0.6 O.O± 0 I 10 9/9/97 
12 35 12 6 I Room-2 C Window Stool Intact Wood White 001±010 NEG 0.2 ± 0.7 0.0 ± 0.1 1.0 9/9/97 
13 35 13 6 I Room-2 C Window Mullion Intact Wooel White 0.20± 0.14 POS 1.8± 0.5 1.8 ± 0.5 2.5 9/9/97 
14 35 14 6 I Room-l! C Window Mullion Intact Wood White 0.37 ± 0.16 POS 1.2 ± 0.3 1.2 ± 0.3 J.8 9/9/97 
15 35 15 6 I Room-2 C Wtndow Casing Intact Wood White 0.07 ± 0.37 NEG -0 I ± 0.8 0.1 ±OA 23 9/9/97 
16 35 16 6 I Room-2 C Window Casing Intact Wood White 007 ± 0.38 NEG -0.1 ± 0.7 0.1 ± 04 2.2 9/9/97 
17 35 17 6 I Room-l! C Window Sash Intact Wood White 0.36 ± 0.63 POS 2.6 ± 0.8 2.6±0.8 5.3 9/9/97 
18 35 18 6 1 Room-l! C Window Sash Intact Wooel White 0.70±0.88 POS 2.5 ± 0.7 2.5±0.7 7.8 9/9/97 
19 35 19 6 I Room-2 C Wall Chair-rail Intact Wood White 005 ± 0 36 NEG 01 ±0.7 01 ± 004 2.0 9/9/97 
20 35 20 6 I Room-2: 0 Wall Chair-rail Intact Wood White 0.19± 0.10 NEG 0.3 ± 0 7 0.3 ± 0.7 10.0 9/9/97 
21 35 21 6 I Room-2: 0 Wall Baseboard Intact Wood White 000 ± 0.10 NEG 0.3 ± 0.6 0.0 ± 0.1 1.0 9/9/97 
22 35 22 6 I Room-2' A Wall Baseboard Intact Wood White O.OO± 0.10 NEG -OJ ± 0.6 0.0 ± 0.1 10 9/9/97 
23 35 23 6 I Room-2' B Wall Ladder-well Intact Wood White 0.00 ± 0.10 NEG 02±07 O.O± 0 I 1.0 9/9/97 
24 35 24 6 I Room-2' B Wall Ladder-well Intact Wood White om ± 0.10 NEG 0.1 ± 0 6 O.O±O.I 1.0 9/9/97 
25 35 25 6 I Room-2: B Door Bulkhd-Dr Intact Wood White 011 ± 0 32 NEG -04 ± 0.5 0.1 ± 0.3 3.4 9/9/97 
26 35 26 6 I Room-2' B Door Bulkhd-Dr Intact Wood White 0.14±0.37 NEG -0 I ± 04 0.1 ±04 404 9/9/97 
27 35 27 6 I Room-2 B Bulkhead-dr Casing Intact Wood White 0.15 ± 0.30 NEG 0.1 ± 0 7 0.2 ± 0 3 66 9/9/97 
28 35 28 6 I Room-2' B Bulkhead-dr Casing Intact Wood White 001 ±0.23 NEG 0.2 ± 0.7 00 ± 0.2 10 9/9/97 
29 35 29 6 I Room-2' C Door-Casing Attic-Door Intact Wood Beige 006 ± 0.14 NEG -07±0& 0.1 ± 0.1 12 9/9/97 
30 35 30 6 I Room-2 C Door-Casing Attic-Door Intact Wood Beige 0.14 ± 0.25 NEG 0.3 ± 0 7 01±03 20 9/9/97 
31 35 31 6 I Room-2 C Door Attic-Door Intact Wood Beige 0.05 ± 0.11 NEG 0.2 ± 0.7 0.1 ±O.I 1.0 9/9/97 
32 35 32 6 I Room-2 C Door Attic-Door Intact Wood Beige 006 ± 0.10 NEG 0.0 ± 0 7 01 ±O.I 10 9/9/97 
33 35 33 6 I Room-2' 0 Door Door Intact Wood White 0.01 ± 0.22 NEG 00 ± 0.6 0.0 ± 0.2 10 9/9/97 
34 35 34 6 I Room-2 0 Door Door Intact Wood White 001 ± 0.23 NEG -0.3±06 0.0 ± 0 2 1.0 9/9/97 
35 35 35 6 I Room-2' 0 Door Casing Intact Wood White 002 ± 0.34 NEG 0.1 ± 0.6 00 ± 0.3 1.2 9/9/97 
36 35 36 6 I Room-2 0 Door Casing Intact Wood White 002 ± 0.17 NEG 02±0.4 0.0 ± 0.2 I I 9/9/97 
37 35 37 6 I Room-2 0 Door Jamb Intact Wood White 002 ± 0.13 NEG -0.4 ± 0.7 00±01 1.0 9/9/97 
38 35 38 6 I Room-2 0 Door Jamb Intact Wood White 006 ± 0.39 NEG 0.3 ± 0.7 01 ± 0.4 3.0 9/9/97 
39 35 39 6 I Room-2 A Door Door Intact Wood WhIte om ±O.IO NEG 0.2 ± 0.4 O.O±O.I 10 9/9/97 
40 35 40 6 I Room-2 A Door Door Intact Wood White 0.05 ± 0.33 NEG OJ ± 0.6 0.1 ± 0 3 33 9/9/97 
41 35 41 6 I Room-2 A Door Casing Intact Wood White 002 ± 0.38 NEG -0.5 ± 0.6 00 ± 004 II 9/9/97 
42 35 42 6 I Room-2 A Door Casing Intact Wood White OOO±O.IO NEG 00 ± 0.6 0.0 ± 0.1 1.0 9/9/97 
43 35 43 6 I Room-2 A Door Jamb Intact Wood White 001±010 NEG 02±04 00 ± 0.1 10 9/9/97 
44 35 44 6 I Room-2 A Door Jamb Intact Wood White 002±010 NEG -0.9 ± 0 7 O.O±O.I 1.0 9/9/97 
45 35 45 6 I Room-2 C Closet Door Intact Wood White O.OO± 0.10 NEG -0.5 ± 0.7 00±01 10 9/9/97 
46 35 46 6 I Room-2 C Closet Door Intact Wood White om ± 0.10 NEG -0.4 ± 0.7 O.O±O.I 1.0 9/9/97 
47 35 47 6 I Room-2 C Closet Casing Intact Wood White OOO±O.lO NEG -004 ± 0 7 O.O±O.I 10 9/9/97 
48 35 48 6 I Room-2 C Closet Casing Intact Wood White ooo± 0.11 NEG O.O± 06 O.O± 0.1 1.0 9/9/97 
49 35 49 6 I Room-2 A Closet Baseboard Intact Wood White 0.00 ± 0.10 NEG 0.1 ±0.7 O.O±O.I 10 9/9/97 
50 35 50 6 I Room-2 B Closet Baseboard Intact Wood White 002 ± 0.10 NEG 02 ± 0.5 O.O±O I 26 9/9/97 
51 35 51 6 I Room-2 A Closet Shelf Intact Wood White 000 ± 0.10 NEG 0.3 ± 0 6 O.O± 0 I 10 9/9/97 
52 35 52 6 I Room-2 A Closet Shelf Intact Wood White 0.01 ± 0.23 NEG 02 ± 0.5 0.0 ± 0 2 1.0 9/9/97 
53 35 53 6 I Room-2 A Closet Wall Intact Drywalll White 001 ±O.IO NEG -02 ± 0.6 OO± 0.1 10 9/9/97 
54 35 54 6 I Room-2 0 Closet Wall Intact Dryw2111 White 004 ± 0 26 NEG -0.5 ± 0 7 0.0 ± 0 3 3.2 9/9/97 
55 35 55 6 I Room-2 A Closet Lt -Fixture Intact Metal White 000±010 NEG -0.3 ± 0.9 O.O± 0.1 10 9/9/97 
56 35 56 6 I Room-2 A Closet Lt -Fixture Intact Metal White OOO±O.IO NEG -0.1 ± 0.& o O± 0.1 10 9/9/97 
57 35 57 6 1 Room-2 0 Wall Wall-Rgstr Intact Metal White 0.01 ± 0 IS NEG 0.0 ± 0.9 00±02 12 9/9/97 
58 35 58 6 I Room-2 0 Wall Wall-Rgstr Intact Metal White O.OO± 0.10 NEG -03 ± 0.9 O.O±O.I 1.0 9/9/97 
59 35 59 6 I Room-2 0 Ceiling Lt.-FIxture Intact Metal White 0.00 ± 0.10 NEG 01±0& 00 ± 0.1 1.0 9/9/97 
60 35 60 6 I Room-2 0 Ceiling Lt.-Fixture Intact Metal White 000±0.10 INCOM 0.7 ± 1.0 00±01 1.0 9/9/97 
61 35 61 6 I Room-2 0 Ceiling Lt -Fixture Intact Metal White 000±010 NEG 03 ± 0.6 o O± 0.1 1.0 9/9/97 
62 35 62 6 I Hall-2 C Wall Wall Intact Drywa.1I White 0.01 ±O.IO NEG -0.3 ± 0 7 OO± 0.1 1.& 9/9/97 
63 35 63 6 I Hall-2 C Wall Wall Intact Drywall White 0.00 ± 0.10 NEG -03 ± 0 7 O.O± 0 I 10 9/9/97 
64 35 64 6 I Hall-2 C Wall Wall Intact Dryw2.11 WhIte 002±014 NEG 0.3 ± 0 3 0.0 ± 0 I 3.3 9/9/97 
65 35 65 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey 001 ± 010 NEG 0.0 ± 0 & 00±01 1.0 9/9/97 
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Site: 35 Date: WIO/97 Pamt Page 2 
Ranges (NEG<IINC<POS): De'Vice PCS 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm' ) RES PbK Combined Dl Date Note 

66 35 66 6 I Hall-2 C Wall Elec-Panel Intact Metal Grey O.OH,O.IO NEG 0.6 ± 06 OO± 0.1 10 9/9/97 
67 35 67 6 I Hall-2 C Door Door Intact Wood White 0.06,,0.44 NEG 0.2 ± 0.6 01±04 2.5 9/9/97 
68 35 68 6 I Hall-2 B Door Door Intact Wood White 0.09,,0.35 NEG -02±06 0.1 ± 04 4.7 9/9/97 
69 35 69 6 I Hall-2 B Door Casing Intact Wood White 001,,0.10 NEG -0.3 ± 0.6 OO± 0.1 10 9/9/97 
70 35 70 6 I Hall-2 C Door Casing Intact Wood White 0.01,,0.10 NEG 04 ± 0.7 00±01 1.0 9/9/97 
71 35 71 6 I Hall-2 C Door Jamb Intact Wood White 0.00,,0.16 NEG -0.4 ± 0.7 0.0 ± 0.2 1.0 9/9/97 
72 35 72 6 I Hall-2 B Door Jamb Intact Wood White 0.02,,0.31 NEG 0.3 ± 0.6 0.0 ± 0.3 1.0 919/97 
73 35 73 6 I Hall-2 0 Entranceway Casing Intact Wood White 0.01,,0.29 NEG 0.0 ± 0 7 0.0 ± 0 3 1.0 9/9/97 
74 35 74 6 I Hall-2 0 Entranceway Casing Intact Wood White 0.\3,,0.10 NEG 01±07 0.1 ± 0.7 100 9/9/97 
75 35 75 6 I Hall-2 0 Entranceway Jamb Intact Wood White OOH,022 NEG 0.1 ± 0.6 o O± 02 1.0 919197 
76 35 76 6 I Hall-2 0 Entranceway Jamb Intact Wood White 0.01,,0.16 NEG 00±06 o.o± 0.2 1.0 9/9/97 
77 35 77 6 I Hall-2 A Door Door Intact Wood WhIte o OH, 0.10 NEG 0.2 ± 0.6 0.0 ± 0.1 10 9/9/97 

78 35 78 6 I Hall-2 A Door Door Intact Wood White 0.02,,0.10 NEG 0.3 ± 0 6 O.O± 0.1 10 9/9/97 
79 35 79 6 I Hall-2 A Door Casing Intact Wood White 0.09,,0.10 NEG 0.3 ± 0.7 0.3 ± 0.7 10.0 9/9/97 

80 35 80 6 I Hall-2 A Door Casing Intact Wood White 002,,0.36 NEG -0.4 ± 0.7 0.0 ± 0.4 1.5 9/9/97 

81 35 81 6 I Hall-2 A Door Jamb Intact Wood White 0.00,,0.12 NEG 0.1 ± 0.7 O.O± 0.1 10 9/9/97 

82 35 82 6 I Hall-2 A Door Jamb Intact Wood White 0.01,,0.31 NEG -0.1 ± 0.7 o.o± 0.3 1.0 9/9/97 

83 35 83 6 I Hall-2 C Closet Door Intact Wood White 0.02,,0.10 NEG 0.2 ± 0.4 O.O± 0.1 1.0 9/9/97 

84 35 84 6 I Hall-2 C Closet Door Intact Wood White 0.02" 0.\3 NEG 02 ± 0.6 O.O± 0.1 1.0 9/9/97 

85 35 85 6 I Hall-2 C Closet Casing Intact Wood White 0.01 ,,0.14 NEG 01±06 O.O± 0.1 10 9/9/97 

86 35 86 6 I HaIl-2 C Closet Casing Intact Wood White 0.12,,0.32 NEG 0.2 ± 0.4 0.1 ±0.3 5.4 9/9/97 

87 35 87 6 I Hall-2 A Closet Shelf Intact Wood White 0.03" 0.24 NEG 0.1 ± 0.6 0.0% 0.2 1.2 9/9/97 

88 35 88 6 I Hall-2 A Closet Shelf Intact Wood White 0.00,,0.10 NEG 04 ± 0.4 0.0 ± 0.1 1.0 9/9/97 

89 3S 89 6 I Hall-2 A Wall Wall Intact Drywall White 0.00" 0.12 NEG 0.0 % 0.7 O.O± 0.1 1.0 9/9197 

90 35 90 6 I Hall-2 B Wall Wall Intact Drywall White O.OH,O.IO NEG 0.1 ± 0.6 O.O± 0.1 17 9/9/97 

91 35 91 6 I Hall-2 A Wall Elec-Panel Intact Metal Grey 0.00,,0.10 NEG -02 ± 1.0 OO± 0.1 1.0 9/9/97 

92 35 92 6 I Hall-2 A Wall Elec-Panel Intact Metal Grey DOl "0.11 NEG -0.3 % 0 8 00 ± 0.\ 1.0 9/9/97 

93 35 93 6 I Hall-2 A Closet Lt.-Fixture Intact Metal White 0.00,,0.10 NEG 02±08 O.O± 0.1 1.0 9/9/97 

94 35 94 6 I Hall-2 A Closet Lt -Fixture Intact Metal White 0.00,,0.10 NEG -0.5 % 0.8 O.O± 0.1 1.0 9/9/97 

95 35 95 6 I Bath-I A Wall Wall Intact Drywall Beige 0.01,,0.18 NEG -02 % 0.7 O.O± 02 1.0 9/9/97 

96 35 96 6 I Bath-I 0 Wall Wall Intact Drywall Beige 0.00,,0.10 NEG -0.2 % 0.6 0.0 ± 0.1 1.0 9/9/97 

97 35 97 6 I Bath-I C Window Stool Intact Wood White O.OH,O.IO NEG 0.2 % 0.6 O.O± 0.1 1.0 9/9/97 

98 35 98 6 I Bath-I C Wmdow Stool Intact Wood White om ,,0.10 NEG 0.1 ± 0 5 O.O± 0.1 1.0 9/9/97 

99 35 99 6 1 Bath-l C Window Mulliol~ Peeling Wood White 0.24" 0.16 POS 1.2:1: 0.3 1.2 ±, 0.3 4.0 9/9/97 

100 35 1100 6 I Bath-I C Window Mullion Peeling Wood White 0.65,,017 NEG \.I % 0.4 0.7 ± 0 2 2.3 9/9/97 

101 35 110l 6 1 Bath-l C Window Mullion Peeling Wood White 0.26" 0.13 POS 1.3 ± 0.3 1.3 ±, 0.3 3.6 9/9/97 

102 3S W2 6 I Bath-I C Window Casing Peeling Wood White 008,,0.39 NEG 0.3 % 0.6 0.1 % 0.4 28 9/9/97 

103 35 1103 6 I Bath-I C Window Casing PeelIng Wood White 0.03,,0.15 NEG -0.5 ± 0 7 0.0 ± 0 2 1.1 9/9/97 

104 35 1104 6 1 Bath-l C Window Sash Intact Wood White 0.63" 0.73 POS 2.2 ± 0.6 2.2 ± 0.6 7.4 9/9/97 

lOS 35 1105 6 I Bath-I C Window Sash Intact Wood White 0.22,,0.20 NEG 1.1 % 0.4 0.2 ± 0.2 3.9 9/9/97 

106 35 1106 6 1 Bath-l C Window Sash Intact Wood White 0.29" 0.27 POS 2.0± 0.5 2.0±,0.5 4.5 9/9/97 

107 35 107 6 I Bath-I A Door Door Intact Wood White 0.03,,0.42 NEG 0.3 ± 0.6 00±04 1.6 9/9/97 

108 35 lO8 6 I Bath-I A Door Door Intact Wood White 0.21 ,,0.10 NEG -0.2 ± 0.6 -02 ± 0.6 10.0 9/9/97 

109 3S 1,09 6 I Bath-I A Door Casing Intact Wood White 0.01" 0.10 NEG 0.0 ± 0.7 0.0 ± 0.1 1.0 9/9/97 

110 35 lID 6 I Bath-I A Door Casing Intact Wood White 0.26,,0.10 NEG 0.0 ± 0.7 O.O± 0.7 10.0 9/9/97 

111 35 1111 6 I Bath-I A Door Jamb Intact Wood White 000,,0.10 NEG -0.6± 0 6 O.O± 0 I 1.0 9/9/97 

112 35 112 6 I Bath-I A Door Jamb Intact Wood White 0.02 j,0.33 NEG -0.1 % 0.6 00 ± 0.3 12 9/9/97 

113 35 m 6 I Bath-I 0 Cabinet Door-Out Intact Wood White 0.00,,010 NEG -1.2 ± 0.9 O.O± 0.1 1.0 9/9/97 

114 35 H4 6 I Bath-I 0 Cabinet Door-Out Intact Wood White 000" 0.10 NEG -0.6 % 0.8 OO± 0.1 1.0 9/9/97 

115 35 lIS 6 I Bath-I 0 Cabinet Door-Ins Intact Wood White 0.00,,0.17 NEG -0.2 ± 0.7 0.0 ± 0.2 1.0 9/9/97 

116 35 1116 6 I Bath-I D Cabinet Door-Ins Intact Wood White 0.00,,0.10 NEG -0.3 ± 0.7 OO± 0.1 1.0 9/9/97 

117 35 117 6 I Bath-I 0 Cabinet Wall Intact Wood White 000,,0.10 NEG -0.2 ± 06 O.O± 0.1 1.0 9/9/97 

118 35 1118 6 I Bath-I 0 Cabinet Wall Intact Wood White 0.07,,0.10 NEG -II ±0.7 0.1 ± 0.1 4.5 9/9/97 

119 35 H9 6 I Bath-I 0 Cabinet Floor Intact Wood White 0.00,,0.10 NEG -0.6 ± 0.6 O.O± 0.1 1.0 9/9/97 

120 35 1:20 6 I Bath-I 0 Cabinet Floor Intact Wood White 0.00,,010 NEG -02 ± 0 6 0.0 ± O.! 1.0 9/9/97 

121 35 1'21 6 I Bath-I D Cabmet OutsIde Intact Wood White 0.00 j, 0.10 NEG -1.2 ± 0.7 0.0 ± 0.1 10 919/97 

122 35 122 6 I Bath-I 0 Cabinet Outsidt: Intact Wood White 0.00,,0.\0 NEG 0.2 ± 0.5 O.O± 0.1 1.0 9/9/97 
123 35 123 6 I Hall-I 0 Wall Wall Intact Drywall Beige 0.22,,0.10 NEG -0.2 ± 0.7 -0.2 ± 0.7 10.0 9/9197 

124 35 124 6 I Hall-I B Wall Wall Intact Drywall Beige 004,,0.28 NEG -0.5 ± 0.7 0.0 ± 03 3.0 9/9/97 
125 35 12S 6 I Hall-I B Wall Baseboard Intact Wood White 0.01 " 0.10 NEG O.O± 0.6 00 ± 0.\ 1.0 9/9/97 

126 35 J!26 6 I Hall-I 0 Wall Baseboard Intact Wood White 0.01,,0.20 NEG -04±0.7 o o± 0.2 1.0 9/9/97 
127 3S 127 6 I Hall-I A Door Door Intact Wood White 059,,1.21 INCOM 18±1.\ 06:1: 1.2 3.6 9/9/97 

128 35 1:28 6 I Hall-I A Door Door Intact Wood White 0.68,,0.30 NEG 09 ± 0.4 0.7 ± 0.3 4.1 9/9/97 
129 35 129 6 I Hall-I A Door Door Intact Wood WhIte 0.50,,0.25 NEG 0.8 ± 0 4 05 ± 0.3 38 9/9/97 
130 35 130 6 I Hall-I A Door Casing Intact Wood White 069,,034 NEG 0.8 ± 0.4 0.7 ± 0 3 4.8 9/9/97 
131 35 131 6 I Hall-I A Door Casing Intact Wood White 0.85,,0.42 NEG 07±0.4 0.9 ± 0.4 5.4 9/9/97 
132 35 132 6 I Hall-I A Door Jamb Intact Wood White 052,,0.30 NEG 0.9 ± 0 4 0.5 ± 0.3 45 9/9/97 
t33 3S 133 I Hall-I A Door Jamb Intact Wood White 0.41,,032 NEG 0.6 ± 0.4 04+01 0/0/0'7 



,ite: 35 Date: 911.0/97 Pamt Page 3 
tanges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Or PbL(mgjcm') RES PbK Combined OJ Date Note 
134 35 134 6 I Hall-I B Door Jamb Intact Wood White 00.36 ± 00 28 NEG I I ± 0.5 00.4 ± 00.3 4.6 9/9/97 
135 35 135 6 I Hall-I B Door Jamb Intact Wood White 00.005 ± 00.100 NEG 00 2 ± 0.8 00 I ±D.I 100 9/9/97 
136 3S 136 6 I Hall-I B Door Casmg Intact Wood White 0.39 ± 00 33 NEG D.H 05 D4±D3 5 I 9/9/97 
137 35 137 6 I Hall-I B Door Casing Intact Wood White 00.52 ± 00.31 NEG 00 7 ± 0.4 D5±D3 47 9/9/97 
138 35 138 6 I Hall-I B Door Door Intact Wood White 00.700 ± 00 41 NEG 1.1 ± 0.4 00 7 ± 00.4 54 9/9/97 
139 35 139 6 I Hall-I B Door Door Intact Wood White 00 007 ± 00.11 NEG 00.7 ± 04 00 I ±D.I 200 9/9/97 
1400 35 1400 6 I Hall-I B Door Mullion Intact Wood White 00 38 ± 00 200 NEG 00.5 ± 00 5 04±D2 3.3 9/9/97 
141 35 141 6 1 Hall-I II noor Mullion Intact Wood White .0.53 ± .0.18 POS 1.3 ± .0.3 1.3 ± .0.3 3.9 9/9/97 
142 35 142 6 I Hall-I II Hoor Mullion Intact Wood White D.7D± .0.21 POS 1.5 ± .0.3 1.5 ± .0.3 4.2 919/97 
143 35 143 6 I Hall-I [) Door Door Intact Wood White .0.66 ± 00.61 NEG 00.1 ± 10 4 00 7± .0.6 79 9/9/97 
144 35 144 6 I Hall-I [) Door Door Intact Wood White 00.300 ± 00.22 NEG 00.6 ± 10.4 00.3 ± 00 2 3.7 9/9/97 
145 35 145 6 I Hall-I [) Door Casing Intact Wood White 00.55 ± 0.25 NEG 00.6 ± 0.4 00.6 ± 00.3 36 9/9/97 
146 35 146 6 I Hall-I [) Door Casing Intact Wood White 00.41 ± 0.32 NEG 0.6 ± 0.4 00.4 ± 0.3 5.0 9/9/97 
147 35 147 6 I Hall-I [) Door Jamb Intact Wood White 0.66 ± 00.23 NEG 00.8 ± 00 4 00.7 ± 0.2 3.00 9/9/97 
148 35 148 6 I Hall-I D Door Jamb Intact Wood White 00.07 ± 0.10 NEG 01 ± 0.7 01 ±O.I 100 9/9/97 
149 35 149 6 I Furnace-Rm D Door Door Intact Wood White 054±0.18 NEG 0.3 ± 04 05±02 2.5 9/9/97 
150 35 150 6 I Furnace-Rm D Door Door Intact Wood White 039 ± 00.16 NEG 00.0 ± 04 04±02 2.5 9/9/97 
lSI 35 lSI 6 I Furnace-Rm [) Door Jamb Intact Wood White 0.19±0.13 NEG 0.3 ± 00 4 00 2 ± 0.1 2.4 9/9/97 
152 35 152 6 I Furnace-Rm [) Door Jamb Intact Wood White 00.13 ± 0.21 NEG 0.2 ± 00.7 0.1 ± 0.2 1.8 9/9/97 
153 35 153 6 2 Stairwell A Stairs Baseboard-Ins Intact Wood White 0.77 ± 0.33 NEG 0.9 ± 0.5 0.8 ± 0.3 4.3 9/9/97 
154 35 154 6 2 Stairwell A Stairs Baseboard-Ins Intact Wood White 00.83 ± 046 NEG 00.8 ± 0 4 08 ± 00.5 5.9 9/9/97 
155 35 155 6 2 Stairwell A Stairs Handrail Intact Wood Varnish 0.004 ± 0.10 NEG 00.3 ± 0.6 O.O±D I 10 9/9/97 
156 35 156 6 2 Stairwell A Stairs Handrail Intact Wood Varnish 00.05 ± 00.10 NEG -05 ± 00.8 0.1 ±O.I 1.00 9/9/97 
157 35 157 6 2 Stairwell B Wall Chair-rail Intact Wood White 0.03 ± 0.31 NEG 00.1 ± 00 7 00.0 ± 0.3 18 9/9/97 
158 35 158 6 2 Stairwell B Wall Chair-rail Intact Wood White D.IO±0.33 NEG -00.2 ± 07 0.1 ± 0 3 49 9/9/97 
159 35 159 6 2 Stairwell B Wall Wall Intact Drywall White 00 02 ± 00.28 NEG 00.3 ± 0.7 00 0 ± 0.3 1.7 9/9/97 
160 35 160 6 2 Stairwell B Wall Wall Intact Drywall White Dm ± 0.10 NEG -0.3 ± 00 7 DO± 0.1 23 9/9/97 
161 35 161 6 2 Stairwell A Stairs Rail-cap Intact Wood White .0.84 ± .0.45 POS 1.7 ± .0.4 1.7 ± .0.4 8 . .0 9/9/97 
162 35 162 6 2 Stairwell B Stairs Rail-cap Intact Wood White o 16±026 NEG I I ± 00.4 02 ± 0.3 42 9/9/97 
163 35 163 6 2 Stairwell EI Stairs Rail-cap Intact Wood White .0.73 ± .0.31 POS 1.5 ±0.3 1.5 ± .0.3 6.4 9/9/97 
164 35 164 6 2 Stairwell A Stairs Newal-post Intact Wood White 1..05 ± 1.1.0 POS 2.7 ± 0.8 2.7 ± .0.8 7.6 9/9/97 
165 35 165 6 2 Stairwell A Stairs Newal-post Intact Wood White 00.81 ± 00.41 NEG 1.0 ± 10.5 00.8 ± 00 4 5.4 9/9/97 
166 35 166 6 2 Stairwell A Stairs Newal-post Intact Wood White 1.22 ± .0.98 POS 2.5±0.8 2.5±D.8 6.6 919197 
167 35 167 6 2 Room-I A Wall Wall Intact Drywall White D.7D± .0.47 POS 2.D± .0.5 2.D±D.5 1.0 . .0 9/9/97 
168 35 168 6 2 Room-I [) Wall Wall Inlact Drywall White .0.51 ± .0.4.0 POS 2.6± .0.8 2.6± .0.8 1.0 . .0 9/9/97 
169 35 169 6 2 Room-I B Wall-Lwr Wall Intact Drywall White 00 33 ± 00.27 NEG 00.7 ± .oj 00 7 ± 0.3 9.2 9/9/97 
17.0 35 17.0 6 2 Room-I A Wall-Lwr Wall Intact Drywall While .0.27 ± .0.33 POS 1.1 ± 0.3 1.1 ±D.3 7.1 919197 
171 35 171 6 2 Room-I C Wall-Lwr Wall Intact Drywall White DII±DIO NEG -05±00.7 -00.5 ± 00.7 100.00 9/9/97 
172 35 172 6 2 Room-I A Wlindow Apron Intact Wood White 00.07 ± 00.500 NEG -00.4 ± 10 7 00.1 ±D.5 2.8 9/9/97 
173 35 173 6 2 Room-I D Wlindow Apron Intact Wood White 00.001 ± 00.10 NEG 0.5 ± 00.4 O.O±O.I 1.00 9/9/97 
174 35 174 6 2 Room-I D Window Stool Intact Wood White 0.33 ± 0 26 NEG 00 9 ± 00.4 03±D3 38 9/9/97 
175 35 175 6 2 Room-I A Wlindow Stool Intact Wood White 001±0.10 NEG 04 ± 00.4 OO± 0.1 10 9/9/97 
176 35 176 6 2 Room-I A Wiindow Casing Intact Wood White 00 31 ± 0.35 NEG 0.3 ± 10 3 0.3 ± 0.4 8.00 9/9/97 
177 35 177 6 2 Room-I D Wiindow Casing Intact Wood White 0.26± 0.41 NEG 00 5 ± 0.4 0.3 ± 0.4 56 9/9/97 
178 35 178 6 2 Room-1 I) Wiindow Trough Inlacl Wood While 2.78± 3.32 POS 15.6 ± 3.0 15.6 ± 3.0 4.3 919197 
179 35 179 6 2 Room-I I) Wiindow Trough Inlact Wood White »5.D± 1.00 POS 21.8 ±3.2 21.8 ± 3.2 6.2 9/9/97 
18.0 35 18.0 6 2 Room-I I) Wiiodow Sash Intact Wood While .0.43 ± .0.63 POS 2.5 ± .0.7 2.5 ± .0.7 5.2 919/97 
181 35 181 6 2 Room-1 III WilOdow Sash Intact Wood White D.29± 1..04 POS 4.2 ± 1.5 4.2 ± 1.5 3.1 9/9/97 
182 35 182 6 2 Room-I B Wall Chair-rail Inltact Wood White 0.29 ± 0.24 NEG 09 ± 00.3 09 ± 00.3 9.3 9/9/97 
183 35 183 6 2 Room-I c: Wall Chair-rail Intact Wood White 0.12 ± 0 25 NEG -0.2 ± 10 7 0.1 ± 00.3 72 9/9/97 
184 35 184 6 2 Room-I c: Wall Baseboard Intact Wood White 0.03±010 NEG 0.7 ± 10 4 DO±O.I 1.7 9/9/97 
185 35 185 6 2 Room-I A Wall Baseboard Intact Wood White OID±o013 NEG 0.6 ± 10.4 01 ±D.I 26 9/9/97 
186 35 186 6 2 Room-I B Door Door Intact Wood White D.40±oOI9 NEG 0.6 ± 05 o04±02 3D 9/9/97 
187 35 187 6 2 Room-I EI Door Door Intacl Wood While 037± 0.15 NEG 08±04 o04±02 24 9/9/97 
188 35 188 6 2 Room-I B Door Casing Intact Wood White 0.47 ± 0 55 NEG 02 ± 00.4 00 5 ± 00.6 7.3 9/9/97 
189 35 189 6 2 Room-I EI Door Casing Intact Wood White 069±047 NEG 01 ± 13 3 01±03 88 9/9/97 
190 35 190 6 2 Room-I EI Door Jamb Intact Wood White 015±0.19 NEG 07 ± 13.4 D2±D2 32 9/9/97 
191 35 191 6 2 Room-I B Door Jamb Intact Wood White 00.17 ± 00.36 NEG 0.9 ± 10 4 02±04 47 9/9/97 
192 35 192 6 2 Room·1 c: Wall Wall-Rgstr Intact Metal While 00 02 ± 00 22 NEG 0.00 ± 10 00 ± 00.2 16 9/9/97 
193 35 193 6 2 Room· 1 C Wall Wall-Rgstr Intact Metal White ODD±013 NEG ·00.6 ± 1.0 DoO±DI 10 9/9/97 
194 35 194 6 2 Room-I c: Door Door Intact Wood White 00 53 ± 00 42 NEG 08±0.4 05±04 61 9/9/97 
195 35 195 6 2 Room-I c: Door Door Intact Wood White 034 ± 00.23 NEG 0.3 ± 10.4 0.3 ± 00.2 3.8 9/9/97 
196 35 196 6 2 Room-I c: Door Casing Intact Wood White 056 ± 0 27 NEG 0.9 ± 10.4 0.6 ± 0.3 38 9/9/97 
197 35 197 6 2 Room-I c: Door Casing Intact Wood White 00.39 ± 00 24 NEG 0.2 ± 10.4 00.4 ± 0 2 37 9/9/97 
198 35 198 6 2 Room·1 c: Door Jamb Inltact Wood White 00 43 ± 0.24 NEG 0.7 ± 00 4 04±02 36 9/9/97 
199 35 199 6 2 Room-I c: Door Jamb Intact Wood White 0.51±021 NEG 05±iQ4 0.5 ± 00.2 3 1 9/9/97 
200 35 200 6 2 Room-I A. Closet Door Intact Wood White 033±018 NEG 02±004 00 3 ± 0.2 3D 9/9/97 
201 35 201 6 2 Room-I A Closet Door Intact Wood White 032 ± 0 20 NEG 0.5 ± 00.4 03±02 3 3 9/9/97 
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202 35 202 6 2 Room-I A Closet Casing Intact Wood White 0.46 ± O. \3 NEG 06±04 05 ± 0 I 18 9/9/97 
203 35 203 6 2 Room-I A Closet Casing Intact Wood White 041 ±022 NEG 05 ± 0.4 0.4 ± 0.2 3.3 9/9/97 
204 35 204 6 2 Room-I A Closet Jamb Intact Wood White 021±015 NEG 0.1 ±04 02±02 24 9/9/97 
205 35 205 6 2 Room-I A Closet lamb Intact Wood White 033 ± 0.18 NEG 0.7 ± 0.4 0.3 ± 0 2 30 9/9/97 
206 35 206 6 2 Room-I C Closet Baseboard Intact Wood White 048 ± 0 20 NEG 0.9 ± 0.4 05±02 3.2 9/9/97 

207 35 207 6 2 Room-I C Closet Baseboard Intact Wood White 0.36 ± 0.33 NEG 0.8 ± 0.4 04 ± 0.3 5.0 919/97 

208 35 208 6 2 Room-I C Closet Shelf Intact Wood White 059 ± 0.31 NEG 0.9 ± 0.4 0.6 ± 0 3 43 9/9/97 

209 35 209 6 2 Room-I C Closet Shelf Intact Wood White OOO±O.IO NEG -0.2 ± 0 7 o.o±o I 1.0 9/9/97 

210 35 210 6 2 Room-l C Closet Wall Intact Drywalll White 1.26 ± 0.74 POS 1.4 ± 0.5 1.4:: 0.5 8.7 9/9/97 

211 35 211 6 2 Room-l C Closet Wall Intact Drywalll White 1.63 ± 1.12 POS 1.5 ± 0.5 1.5± 0.5 10.0 919/97 

212 35 212 6 2 Room-I C Closet Elec-condu Intact Metal White 0.07± 0.17 NEG 1.1 ±OS 0.1 ± 0.2 5.4 9/9/97 

213 35 213 6 2 Room-I D Closet Elec·condu. Intact Metal White 0.01±021 NEG -0.5 ± 1.0 O.O± 0.2 10 9/9/97 

214 35 214 6 2 Room-I 0 floor floor Intact Wood Varnish OOO±O.IO NEG 02 ± 0.6 O.O±O.I 10 9/9/97 

215 35 215 6 2 Room-I D floor floor Intact Wood Varnish 001 ± 0.31 NEG -0.2 ± 0.8 00±03 1.0 9/9/97 

216 35 216 6 2 Room-2 D floor floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.3 ± 0.7 O.O± 0 I 1.0 9/9/97 

217 35 217 6 2 Room-2 0 floor floor Intact Wood Varnish 001±010 NEG 0.2 ± 0.7 O.O± 0.1 2.1 919197 

218 35 218 6 2 Room-2 C Door Door Intact Wood White 0.77±0.24 POS 1.1 ± 0.3 1.1 ± 0.3 4.7 919197 

219 35 219 6 2 Room-2 C Door Door Intact Wood White 0.47 ± 0.19 NEG 0.7 ± 0.5 05 ± 0.2 2.9 9/9/97 

220 35 220 6 2 Room-2 C Door Door Intact Wood White 0.57 ± 0.19 POS 1.2 ± 0.3 1.2 ± 0.3 4.1 9/9/97 

221 35 221 6 2 Room-2 C Door Casing Intact Wood White 0.86 ± 0.28 NEG 0.8 ± 0.4 0.9 ± 0.3 3.4 9/9/97 

222 35 222 6 2 Room-2 C Door Casing Intact Wood White 1.33 ± 0.41 POS 1.0 ± 0.5 1.3 ± 0.4 4.4 9/9/97 

223 35 223 6 1 Room-l C Door Casing Intact Wood White 1.01 ± 0.27 POS 1.2 ± 0.4 1.0± 0.3 3.7 9/9197 

224 35 224 6 2 Room-2 C Door Jamb Intact Wood White 095 ± 0.32 NEG 1.\ ±04 1.0 ± 0.3 3.9 9/9/97 

225 35 225 6 2 Room-2 C Door Jamb Intact Wood White 0.40± 0.15 NEG 06 ± 0.4 0.4 ± 0 2 2.3 919/97 

226 35 226 6 2 Room-2 A Window Apron Intact Wood White 057 ± 0 26 NEG 1.\ ± 0.4 0.6 ± 0.3 3.7 9/9/97 

227 35 227 6 2 Room-2 B Window Apron Intact Wood White 1.38 ± 0.86 POS 1.3 ± 0.5 1.3 ± 0.5 9_3 9/9197 

228 35 228 6 2 Room-2 B Window Apron Intact Wood White 0.23 ± 0 40 NEG 10 ± 0.4 0.2 ± 0.4 6.4 9/9/97 

229 35 229 6 2 Room-2 B Window Stool Intact Wood White 044 ± 0 33 NEG 1.0 ± 0 4 0.4 ± 0.3 6.8 9/9/97 

230 35 230 6 2 Room-2 A Window Stool Intact Wood White 0.47 ± 0.25 NEG 0.7 ± 0 5 0.5 ± 0.3 39 9/9/97 

231 35 231 6 2 Room-2 A Window Casing Intact Wood White 0.75 ± 0.35 NEG 0.8 ± 0.5 0.8 ± 0.4 4.7 9/9/97 

232 35 232 6 2 Room-2 B Window Casing Intact Wood White 0.54 ± 0 28 NEG 0.7 ± 0.5 0.5 ± 0.3 4 I 9/9/97 

233 35 233 6 2 Room-2 A Window Trough Intact Wood White 1.88 ± 1.46 POS 21.4 ± 3.0 21.4 ± 3.0 3.2 9/9197 

234 35 234 6 2 Room-2 A Window Trough Inlact Wood White »5.0 ± 1.00 POS 20.4 ± 2.9 20.4 ± 2.9 8.5 919/97 

235 35 235 6 2 Room-2 A Window Sash Inlacl Wood White 0.93 ± 0.64 POS 4.4 ± 1.2 4.4 ± 1.2 3.0 9/9/97 

236 35 236 6 2 Room-2 B Window Sash Inlact Wood White 0.50± 0.40 POS 2.6± 0.8 2.6±0.8 3.6 9/9/97 

237 35 237 6 2 Room-2 B Window Mullion Inlact Wood While 0.46 ± 0.22 POS 2.6 ± 0.7 2.6 ± 0.7 2.0 919/97 

238 35 238 6 2 Room-2 A Window Mullion Intact Wood White 1.70± 1.18 POS 4.0± 1.3 4.0 ± 1.3 4.4 9/9/97 

239 35 239 6 2 Room-2 A Wall-Upr Wall Inlact Drywall White 0.00 ± 0.10 NEG 0.3 ± 0.6 OO±O.I 1.0 9/9/97 

240 35 240 6 2 Room-2 D Wall-Upr Wall Intact Drywall White 0.02 ± 0.28 NEG 0.2 ± 0.7 0.0 ± 0.3 1.5 9/9/97 

241 35 241 6 2 Room-2 B Wall-Lwr Wall Intact Drywall White 006±0 10 NEG -02±0.7 0.1 ±O.I 48 9/9/97 

242 35 242 6 2 Room-2 C Wall-Lwr Wall Intact Drywall White 003 ± 0.37 NEG -0.4 ± 0.7 0.0 ± 0.4 1.7 9/9/97 

243 35 243 6 2 Room-2 C Wall Chair-rail Intact Wood White 014±0.10 NEG 0.1 ± 0.6 0.1 ± 06 10.0 9/9/97 

244 35 244 6 2 Room-2 D Wall Chair-rail Intact Wood White 0.06 ± 011 NEG 0.4 ± 0.4 0.1 ± 0.1 20 9/9/97 

245 35 245 6 2 Room-2 A Closet Door Intact Wood White 0.43 ± 0.27 NEG 10 ± 0.4 0.4 ± 0.3 4.1 9/9/97 

246 35 246 6 2 Room-2 A Closet Door Intact Wood White 0.52 ± 0.25 NEG 08 ± 0.4 05±03 3.7 9/9/97 

247 35 247 6 2 Room-2 A Closel Casing Intact Wood White 0.36 ± 010 NEG 0.0 ± 0 4 0.4 ± 0 I 1.4 9/9/97 

248 35 248 6 2 Room-2 A Closet Casing Intact Wood White 0.65 ± 0.\3 NEG 0.8 ± 0.4 0.7± 0.1 1.5 9/9/97 

249 35 249 6 2 Room-2 A Closet lamb Intact Wood White 0.35 ± 013 NEG 04 ± 0.4 0.4 ± 0 I 2.0 9/9/97 

250 35 250 6 2 Room-2 A Closet Jamb Intact Wood White 0.17 ± 0.23 NEG -0 I ± 0 7 02±02 20 9/9/97 

251 35 251 6 2 Room-2 C Closet Baseboard Intact Wood White 0.40 ± 0.23 NEG 0.8 ± 0 4 0.4 ± 0.2 3.9 9/9/97 

252 35 252 6 2 Room-2 C Closet Baseboard Intact Wood White 0.76 ± 0.38 NEG 10±04 0.8 ± 0.4 52 9/9/97 

253 35 253 6 2 Room-2 C Closet Shelf Intact Wood While o 17±025 NEG -0 I ± 07 0.2 ± 0.3 20 9/9/97 

254 35 254 6 2 Room-2 C Closet Shelf Intact Wood White 012 ± 0 36 NEG 0.5 ± 0 4 01±04 44 9/9/97 

255 35 255 6 2 Room-2 C Closet Wall Intact Drywall White 0.33 ± 0.43 NEG 0.1 ± 0.4 03±04 7.5 9/9/97 

256 35 256 6 2 Room-2 D Closet Wall Intact Drywall White 037 -t 0 46 NEG 09±05 0.-1 ± 0.5 7.6 9/9/97 

257 35 2S7 6 2 Calibrale-l Calibrate Calibrate 1.04 ± 0.14 POS 0.7 ± O.S 1.0 ± 0.1 1.1 9/9/97 

258 35 2S8 6 2 Calibrate-2 Calibrate Calibrate 1.14± 0.2S POS 0.8 ± 0.4 1.1 ± 0.3 2.4 9/9/97 

259 35 259 6 2 Calibrate-3 Calibrate Calibrate 1.04 ± 0.23 POS 0.8 ± 0.4 1.0 ± 0.2 2.2 919/97 

260 35 260 6 2 Room-3 A Wall Wall Inlact Drywal~1 White 0.56 ± 0.39 POS 2.1 ± 0.5 2.1 ± 0.5 10.0 9/9/97 

261 35 261 6 2 Room-3 A Wall Wall Inlacl Drywall White 0.27± 0.23 POS 1.9 ± 0.5 1.9 ± 0.5 9.5 9/9/97 

262 35 262 6 2 Room-3 A Wall-Lwr WaIl Intact Drywall While 0.72 ± 0.46 POS 1.1 ± 0.3 1.1 ± 0.3 10.0 9/9/97 

263 35 263 6 2 Room-3 D Wall-Lwr Wall Intact Drywall White 027±0.19 NEG 1.0 ± 0.3 1.0 ± 0.3 100 9/9/97 

264 35 264 6 2 Room-3 B Wall-Lwr Wall Intact Drywall White 003 ± 0.20 NEG 10 ± 0.4 00±02 2.1 9/9/97 

265 35 265 6 2 Room-3 B Wall Baseboard Intact Wood White 0.26 ± 0 40 NEG 0.8 ± 0.4 03±04 5.8 9/9/97 

266 35 266 6 2 Room-3 C Wall Baseboard Intact Wood White 035 ± 0.33 NEG 07±04 0.4 ± 0.3 5 3 9/9/97 

267 35 267 6 2 Room-3 C Wall Chair-rail Intact Wood White 001±019 NEG -0.3 ± 0 6 00±02 1.0 9/9/97 

268 35 268 6 2 Room-3 B Wall Chair-rail Intact Wood White 001 ± 0.30 NEG 0.3 ± 0 7 00±03 10 9/9/97 

269 35 269 2 Room-3 A Door Door Intact Wood White 0.57 ± 0 47 NFr. ()S/:4-fld nh..J,..nc:: 
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270 35 270 6 2 Room-:! A Door Door Intact Wood White 0.55 ± 046 NEG 0.8 ± 04 06 ± 0.5 6.5 9/9/97 
271 35 271 6 2 Room-:! A Door Casing Intact Wood White 039±028 NEG 03±04 04±03 44 9/9/97 
272 35 272 6 2 Room-:! II Door Casmg Intact Wood White o 3S ± 049 NEG 04±04 04±05 66 9/9/97 
273 35 273 6 2 Room·] II Door Jamb Intact Wood White o 18±025 NEG -0 I ± 0.5 02 ± 0.3 32 9/9/97 
274 35 274 6 2 Room':! A Door Jamb Intact Wood White 0.07 ± 010 NEG 02±04 0.1 ± 0.1 1.8 9/9/97 
275 35 275 6 2 Room':! A Door Door Intact Wood White 0.37 ± a 23 NEG 0.5 ± 0 4 0.4 ± 0 2 3.8 9/9/97 
276 35 276 6 2 Room':! A Door Door Intact Wood White 0.29 ± 0.23 NEG 0.4 ± 0.4 03±02 3.8 9/9/97 
277 35 277 6 2 RoolD-] I} Door Door Intact Wood White 0.93:1: 0.29 POS 1.5 ± 0.3 1.5 ± 0.3 5.5 9/9/97 
278 35 278 6 2 RoolD-:' I) Door Door Intact Wood White 0.91 ± 0.27 POS 1.3 ± 0.3 1.3 ± 0.3 5.0 9/9/97 
279 35 279 6 2 Room-:! D Door Casing Intact Wood White 0.81 ± 0.30 NEG 0.5 ± a 4 0.8 ± 0.3 3.9 9/9/97 
280 35 280 6 2 Room':! D Door Casing Intact Wood White 0.68 ± a 49 NEG 0.5 ± 0 4 0.7 ± 0.5 64 9/9/97 
281 3S 281 6 2 ROOID-] I} Door Jamb Intact Wood White 1.21 ± 0.32 POS 0.9 ± 0.4 1.2 ± 0.3 3.3 9/9/97 
282 35 282 6 2 Room-:! D Door Jamb Intact Wood White 0.91 ± 0.23 NEG 1.0 ± 0.4 09 ± 0.2 2.6 9/9/97 
283 3S 283 6 2 Room-:' I} Door Jamb Intact Wood White 1.63 ± 0.61 POS 1.7 ± 0.6 1.6 ± 0.6 4.1 9/9197 
284 35 284 6 2 Room-:! C Window Apron Intact Wood White 051 ±0.23 NEG IO±0.4 05 ± 0.2 37 9/9/97 
285 35 285 6 2 Room-:! B Window Apron Intact Wood White 001±0.1O NEG 08 ± 0.4 00±01 10 9/9/97 
286 35 286 6 2 Room-] B Window Stool Intact Wood White 006 ± 0.27 NEG 00 ± 0.8 01±03 43 9/9/97 
287 3S 287 6 2 RoolD':' C Window Stool Intact Wood White 1.12 ± 0.36 POS 1.2:1: 0.4 1.1 ± 0.4 4.0 9/9/97 
288 35 288 6 2 Room-:! C Window Stool Intact Wood White 0.83 ± 0.45 NEG 07 ± 0.5 0.8 ± 0.5 58 9/9/97 
289 3S 289 6 2 Room-:! B Window Casing Intact Wood White 0.00 ± 0.10 NEG ·0.7±07 00 ± 0.1 1.0 9/9/97 
290 35 290 6 2 Room-:' n Window Casing Intact Wood White 1.27 ± 0.54 POS 1.3:1: 0.5 1.3±0.5 6.1 9/9/97 
291 35 291 6 2 Room-J IS Window Casing Intact Wood White 1.20:1: 0.77 POS 1.3 ± 0.5 1.3 ± 0.5 8.7 9/9/97 
292 35 292 6 2 RoolD':' II Window Sash Intact Wood White 1.10 ± 0.51 POS 2.5 ± 0.7 2.5 ± 0.7 4.1 9/9197 
293 35 293 6 2 RoolO':' n Window Sash Intact Wood White 0.68 ±0.44 POS 4.6 ± 1.2 4.6 ± 1.2 2.3 9/9197 
294 35 294 6 2 Room':' C Window Trough Intact Wood White »5.0 ± 1.00 POS 26.3 ± 3.3 26.3:1: 3.3 10.0 9/9/97 
295 35 295 6 2 RoolO':' C Window Trougb Intact Wood White »5.0 ± 1.00 POS 24.8 ± 3.4 24.8:1: 3.4 10.0 9/9/97 
296 35 296 6 2 Room-] C Window Mullion Intact Wood White 0.76 ± 0.36 POS 2.4 ± 0.7 2.4:1: 0.7 2.8 9/9/97 
297 35 297 6 2 Room-:' C Window Mullion Intact Wood White 0.57 ± 0.29 POS 1.8 ± 0.4 1.8 ± 0.4 4.7 9/9/97 
298 35 298 6 2 Room-:! II Closet Door Intact Wood White 1.00 ± 0.30 POS I.3±0.3 1.0± 0.3 5.3 9/9/97 
299 35 299 6 2 RoolD':' n Closet Door Intact Wood White 0.81 ± 0.22 POS 1.4±0.3 1.4 ± 0.3 4.1 9/9/97 
300 35 300 6 2 Room-3 B Closet Casing Intact Wood White 0.26 ± 0.20 NEG 04 ± 0.4 0.3 ± 0.2 3.2 9/9/97 
301 35 301 6 2 Room-3 B Closet Casing Intact Wood White 009 ± 0.20 NEG 0.1 :I: 0.6 0.1 ± 0.2 20 9/9/97 
302 3S 302 6 2 Room-:! II Closet Jamb Intact Wood White a 17± 0.16 NEG 0.5 ± a 4 02 ± 0.2 28 9/9/97 
303 35 303 6 2 Room':' II Closet Jamb Intact Wood White 1.00 ± 0.21 POS 1.7 ± 0.4 1.0:1: 0.2 2.6 9/9/97 
304 35 304 6 2 Room-3 II Closet Jamb Intact Wood White 0.33 ± 013 NEG 0.5 ± 0.4 03±01 21 9/9/97 
305 35 305 6 2 RoolD-:' A Closet Baseboard Intact Wood White 2.57 ± 1.38 POS 3.4 ± 1.0 3.4 ± 1.0 5.4 9/9/97 
306 35 306 6 2 Room-:! I) Closet Baseboard Intact Wood White 1.25 ± 0.44 POS 1.9:1: 0.5 1.3 ± 0.4 4.9 9/9/97 
307 35 307 6 2 Room-3 D Closet Shelf Intact Wood White OOO±O 10 NEG -0.3 ± 0.6 O.O± 0.1 1.0 9/9/97 
308 35 308 6 2 Room-3 D Closet Shelf Intact Wood White 0.08 ± 0 23 NEG 0.5 ± 0.4 0.1 ± 0.2 3 I 9/9/97 
309 35 309 6 2 Room-:' I) Wall Wall Intact Drywall White 0.95 ± 0.53 POS 2.0±0.5 2.0 ± 0.5 6.9 9/9/97 
310 35 310 6 2 Room-:! I) Wall Wall Intact Drywall White 1.23 ± 0.83 POS 1.3 ± 0.5 1.3 ± 0.5 10.0 9/9/97 
311 35 311 6 2 Room-3 [) Closet Elec-condu. Intact Metal White 0.05 ± 0.29 NEG a I ± 0.9 01±03 34 9/9/97 
312 35 312 6 2 Room-3 [) Closet Elec-condu. Intact Metal White 0.02 ± 017 NEG 03±07 0.0 ± 0 2 20 9/9/97 
313 35 313 6 2 Room-3 [) Wall Wall-Rgstr Intact Metal White 0.01 ± 0.10 NEG 03±08 O.O±O I 10 9/9/97 
314 35 314 6 2 Room-3 D Wall Wall-Rgstr Intact Metal White 004 ± 0.22 NEG 0.0 ± 0 9 00 ± 0.2 35 9/9/97 
315 35 315 6 2 Room-3 D Floor Floor Intact Wood Varnish OOO±O.IO NEG -0.1 ± 0.7 OO± 0.1 1.0 9/9/97 
316 35 316 6 2 Room-3 [) Floor Floor Intact Wood Varnish O.OO±O.IO NEG -0.3 ± 0.7 O.O±O.I 1.0 9/9/97 
317 35 317 6 2 Calibrate-I Calibrate Calibrate 0.96 ± 013 NEG 0.3 ± 0.5 1.0±0.1 1.1 9/9/97 
318 35 318 6 2 Caltbrate-2 Calibrate Calibrate 0.97 ± 0.21 NEG 05±05 10±0.2 2.1 9/9/97 
319 35 I 3 I Shutter Call-I Calibrate Cahbrate 0.00 ± 0.00 00 ± 0.0 0.0 ± 0 0 0.0 9/8/97 
320 I 2 3 I Calibrate-I Cahbrate Calibrate 095±0.10 NEG 0.6 ± 0.5 1.0± 0 I 10 9/9/97 
321 I 3 3 I Calibrall,.2 Calibrate Calibrate 1.17 ± 0.28 POS 0.4± 0.5 1.2 ± 0.3 2.3 9/9/97 
322 I 4 3 1 Calibrall,.3 Calibrate Calibrate 1.02 ± 0.24 POS 0.5 ± 0.5 1.0 ± 0.2 2.1 9/9/97 
323 35 5 3 1 Room· II A Wall Upper Intact Drywall White 0.25±010 NEG -01 ± 0.7 -0 I ± 0 7 100 9/9/97 
324 35 6 3 I Room-I [) Wall Upper Intact Drywall White 0.01 ± 017 NEG 0.4 ± 04 00±02 1.7 9/9/97 
325 35 7 3 I Room-I II Wall Lower Intact Drywall White 005 ± 0.36 NEG -0.5 ± 0.6 0.1 ±04 2.8 9/9/97 
326 35 8 3 I Room-I C Wall Lower Intact Drywall White 0.03 ± 0.35 NEG 0.3 ± 0 6 00 ± 0.4 1.7 9/9/97 
327 35 9 3 I Room-I. C Door-I Door Intact Wood White 0.30±0.18 NEG 0.5 ± 04 0.3 ± 0.2 2.8 9/9/97 
328 35 10 3 I Room-II C Door-I Door Intact Wood White 022±0,14 NEG 0.7 ± 0.4 0.2 ± 0 I 23 9/9/97 
329 3S II 3 1 Room-It C Door-l Casing Intact Wood Wbite 1.10 ± 0.68 POS 0.5± 0.5 1.1 ± 0.7 7.2 9/9/97 
330 35 12 3 1 Room-I C Door-I Casing Intact Wood White 0.95 ± 0.44 NEG 04 ± 0.5 10 ± 0.4 4.9 9/9/97 
331 35 13 3 I Room-I C Door-I Casing Intact Wood White 0.34 ± a 21 NEG 01±04 0.3 :I: 0.2 3.1 9/9/97 
332 35 14 3 I Room-I C Door-I Jamb Intact Wood White 0.25 ± 0.31 NEG 0.3 ± 0 4 03±03 43 9/9/97 
333 35 15 3 I Room-l C Door-I Jamb Intact Wood White 050 ± 0 34 NEG 04±04 0.5 ± 0 3 4.5 9/9/97 
334 35 16 3 1 Room-II II Door-2 Door Intact Wood White 0.18 ± 0.21 POS 1.5 ± 0.4 1.5 ± 0.4 4.6 9/9/97 
335 35 17 3 I Room-I D Door-2 Door Intact Wood White 0.17± 032 NEG 09 ± 0.5 02 ± 0.3 4 I 9/9/97 
336 35 18 3 1 Room-I D Door-2 Door Intact Wood White 005 ± 0 28 NEG a a ± 0.7 01±03 16 9/9/97 
337 35 19 3 I Room-I D Door-2 Casing Intact Wood White 009 ± a 34 NEG 01±06 01 ± 0 3 2.5 9/9/97 

731 
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338 35 20 3 I Room-I 0 000r-2 Casing Intact Wood WhIte 043 ± 0 53 NEG 0.5 ± 0.4 0.4 ± 0.5 7.7 919197 

339 35 21 3 I Room-I 0 000r-2 Jamb Intact Metal WhIte 0.37 ± 010 NEG 1.2±05 04±01 II 919/97 

340 35 22 3 I Room-I 0 000r-2 Jamb Intact Metal White 019±012 NEG 04 ± 0.8 02±01 1.2 9/9/97 

341 35 23 3 Room-I C Entranceway-I Jamb Intact Wood White 076 ± 0 42 NEG 0.6 ± 0 5 08 ± 0.4 5 I 9/9/97 
342 35 24 3 Room-I C Entranceway-I Jamb Intact Wood White 0.44 ± 0.22 NEG 0.7 ± 0.4 04±02 3.1 9/9/97 

343 35 25 3 Room-I C Entranceway-I Casing Intact Wood White 0.47 ± 0.33 NEG 06 ± 0.4 05 ± 0.3 4.5 9/9/97 

344 35 26 3 Room-I C Entranceway-I Casing Intact Wood White 0.58 ± 0.55 NEG 0.5 ± 0.4 06±06 6.7 9/9/97 
345 35 27 3 Room-I A Wmdow-I Stool Intact Wood White OOO±O.!O NEG 0.2 ± 0.5 00±01 1.0 9/9/97 

346 35 28 3 Room-I B Window-3 Stool Intact Wood White 0.35± 0.19 POS 1.4 ±, 0.4 1.4 ± 0.4 3.9 9/9/97 
347 35 29 3 Room-I A Window-2 Sto(11 Intact Wood White 0.26 ± 0.30 POS 1.2 ±, 0.3 1.2 ± 0.3 5.6 9/9197 

348 35 30 3 Room-I A Window-2 Casing Intact Wood White 0.32 ± 0.53 NEG 02±04 03 ± 0.5 66 9/9/97 

349 35 3! 3 Room-! A Window-I Casing Intact Wood White 050 ± 0 42 NEG 0.8 ± 0.5 05 ± 0.4 5.5 9/9/97 

350 35 32 3 Room-I A Window-I Sash Intact Wood White 0.62 ± 0.73 POS 3.1 ±. 1.0 3.1 ± 1.0 4.5 9/9197 

351 35 33 3 Room-I B Window-3 Saslll Intact Wood White 0.43 ± 0.33 POS 3.5 ±, 1.0 3.5 ± 1.0 2.3 9/9/97 

352 35 34 3 Room-l B Window-3 Trough Peeling Wood White »5.0± 1.00 POS 17.9±,3.5 17.9 ± 3.5 8.1 9/9/97 

353 35 35 3 Room-I A Window-2 Trough Peeling Wood White 3.13 ± 2.97 POS 22.8 ±, 3.7 22.8 ± 3.7 4.9 9/9/97 

354 35 36 3 Room-l A Window-2 Mullion Intact Wood White 0.36 ± 0.18 POS 1.5 ±, 0.4 1.5 ± 0.4 3.9 9/9/97 

355 35 37 3 Room-I A Window-I Mullion Intact Wood White 0.4!±0.16 NEG 1.0 ± 0.4 004 ± 0.2 2.2 9/9/97 

356 35 38 3 Room-I B Window-3 Mullion Intact Wood White 0.79 ± 0.48 POS 2.2 ±, 0.6 2.2 ±0.6 4.9 9/9/97 

357 35 39 3 Room-I D Door-2 Mullion Intact Wood White 0.12 ± 0.18 POS 1.9 ±, 0.5 1.9 ± 0.5 2.8 9/9/97 

358 35 40 3 Room-I D Door-2 Mullion Intact Wood White 0.11 ± 0.10 POS 1.4 ±,0.4 1.4 ± 0.4 2.4 9/9/97 

359 35 4! 3 I Room-I 0 Ooor Boxing Intact Wood White 0.03 ± 0.10 NEG -0.5 ± 0.6 O.O± 0.1 1.0 9/9197 

360 35 42 3 I Room-! A Window Boxing Intact Wood White 0.64 ± 0.35 NEG 0.5 ± 0.4 06 ± 004 4.3 9/9/97 

361 35 43 3 I Room-I A Wall Chair-rail Intact Wood White OOO±O.!O NEG 0.0 ± 0.6 O.O±O I 10 9/9/97 

362 35 44 3 I Room-I B Wall Chair-rail Intact Wood White O.OO±O.IO NEG 0.2 ± 0.6 O.O±O I 10 9/9/97 

363 35 45 3 I Room-I B Wall Baseboard Intact Wood White 006 ± 0.34 NEG 0.0 ± 0 7 o I ± 0.3 33 9/9/97 

364 35 46 3 1 Room-I A Wan Baseboard Intact Wood White 0.01 ± 0.10 NEG 03 ± 0.4 O.O±O I l.l 9/9/97 

365 35 47 3 I Room-I A Wall Wall-Rgstr Intact Metal White 0.09 ± 0.31 NEG -1.0 ± 1.0 0.1 ± 0.3 2.3 9/9/97 

366 35 48 3 I Room-I A Wall Wall-Rgstr Intact Metal White 0.37 ± 0.30 NEG 0.2 ± 0.6 0.4 ± 0.3 4.7 9/9/97 

367 35 49 3 I Room-I C Wall Wall-Rgstr Intact Metal White O.ol ± 010 NEG -004 ± 0.9 O.O±O 1 2.7 9/9/97 

368 35 50 3 I Room-I C Wall Wall-Rgstr Intact Metal White O.OO±O 10 NEG -0.4± 1.0 O.O±O.I 1.0 9/9/97 

369 35 51 3 I Room-I C Floor Wall Intact Wood VarnIsh OOO±O.IO NEG 02 ± 0.6 O.O±O I 10 9/9/97 

370 35 52 3 I Room-I B Floor Wall Intact Wood Varnish O.OO±O.IO NEG -0.1 ± 06 OO±O.I 1.0 9/9197 

371 3S 53 3 I Hall-3 A Wall UPP',r Intact Drywall WhIte 0.11 ± 0.10 NEG 0.3 ± 0.8 0.3 ± 0 8 10.0 9/9/97 

372 3S 54 3 I Hall-3 C Wall UpP',r Intact Drywall White 0.01 ± 0.26 NEG -0.4 ± 0.7 0.0 ± 0.3 1.0 9/9/97 

373 35 55 3 I Hall-3 0 Wall Low,r Intact Drywall White 000 ± 0.10 NEG -0.4 ± 0.6 O.O±O I 1.0 9/9/97 

374 35 56 3 I Hall-3 A Wall Low,,, Intact Drywall White 002 ± 0.10 NEG -05 ± 0 7 00±01 10 9/9197 

375 3S 57 3 I Hall-3 C 000r-2 Ooor Intact Wood White 052 ± 0 36 NEG 10 ± 0.4 05 ± 0.4 4.8 919/97 

376 35 58 3 I Hall-3 C 000r-2 Ooor Intact Wood White 067 ± 0 42 NEG 0.5 ± 0.4 0.7 ± 0 4 53 9/9/97 

377 35 59 3 I Hall-3 C Ooor-I Casmg Intact Wood White 0.96 ± 0.35 NEG 07 ± 0.5 1.0 ± 0.4 3.8 9/9/97 

378 35 60 3 I Hall-3 C Ooor-I Casing Intact Wood White 0.81 ± 0.28 NEG 0.9 ± 004 0.8 ± 0.3 48 9/9/97 

379 35 61 3 I Hail-3 C Door-2 Jamib Intact Wood White 093 ± 0040 NEG 1.l±05 09 ± 0.4 4.5 919/97 

380 35 62 3 1 Hall-3 C Door-2 Jamb Intact Wood White 1.66 ± 0.78 POS 1.2 ± 0.5 1.7 ± 0.8 7.1 9/9/97 

381 35 63 3 I HaIl-3 C Door-2 Jamb Intact Wood White 1.11 ± 0.54 POS 1.3 ± O.S I.U 0.5 5.9 9/9/97 

382 35 64 3 I HaIl-3 B Door-2 Door Intact Wood White 1.09± 0.59 POS 0.8± 0.4 1.1 ± 0.6 6.3 9/9/97 

383 35 65 3 I HaIl-3 B 000r-2 Door Intact Wood White 0.73 ± 0 40 NEG 1.I ± 0.5 0.7 ± 0 4 4.9 9/9/97 

384 35 66 3 I HaIl-3 B Door-2 Door Intact Wood White 0.73 ± 0 33 NEG 08 ± 0.5 0.7 ± 0.3 40 9/9/97 

385 35 67 3 1 Hall-3 B 000r-2 Casing Intact Wood White 064 ± 0.31 NEG 06±05 0.6 ± 0 3 4.0 9/9/97 

386 35 68 3 1 Hall-3 B 000r-2 Casing Intact Wood White 0.88 ± 0.38 NEG 0.7 ± 0.5 0.9 ± 0 4 404 9/9/97 

387 35 69 3 I Hall-3 B 000r-2 Jamb Intact Wood White 037 ± 0.11 NEG 07±0.4 0.4 ± 0 I I 5 9/9197 

388 35 70 3 I Han-3 B 000r-2 Jamb Intact Wood WhIte 0.51±014 NEG 0.8 ± 0.4 0.5 ± 0.1 1.6 9/9197 

389 35 71 3 1 Hall-3 D Door-3 Door Intact Wood White 1.19 ± 0.55 POS 1.9 ±, 0.5 1.2±0.6 5.7 9/9/97 

390 35 72 3 1 Hall-3 D Door-3 Door Intact Wood White 1.34 ± 0.58 POS 1.0 ±O.S 1.3±0.6 5.7 9/9/97 

391 35 73 3 1 Hall-3 D Door-3 Mullion Intact Wood White 0.69±0.27 POS 2.1 ± 0.5 2.1 ± 0.5 3.2 9/9/97 

392 35 74 3 I Hall-3 D Door-3 Mullion Intact Wood White 1.14 ± 0.31 POS 2.0 ± 0.5 1.1 ± 0.3 3.0 9/9/97 

393 35 75 3 I Han-3 0 Ooor·3 Casing Intact Wood White 0.78 ± 0 40 NEG 0.8 ± 04 0.8 ± 0 4 4.8 9/9/97 

394 35 76 3 I Hall-3 0 000r-3 Casing Intact Wood White 065 ± 0.29 NEG 0.8 ± 0 5 0.7 ± 0.3 3.6 919197 

395 35 77 3 I Hall-3 0 000r-3 Jamb Intact Metal White 0.56 ± 0.13 NEG 1.0 ± 0.5 0.6± 01 1.5 919197 

396 35 78 3 1 Hall-3 D Door-3 Jamb Intact Metal White 0.71 ± 0.18 POS 1.3 ± 0.4 1.3 ± 0.4 3.0 9/9/97 
397 35 79 3 I Han-3 0 Door-3 Jamb Intact Metal White 0.39 ± 0.14 NEG 0.5 ± 0.5 04 ± 0.1 1.8 919/97 

398 35 80 3 I Hall-3 A Entranceway .. I Jamb Intact Wood White 0.73 ± 0.30 NEG 0.8 ± 0.5 0.7 ± 0 3 3.6 9/9/97 

399 35 81 3 I Hall-3 A Entranceway· I Jamb Intact Wood White 071 ± 0.35 NEG 0.6 ± 0.5 0.7 ± 0.4 43 9/9/97 

400 35 82 3 1 Hall-3 A Entranceway-I Casing Intact Wood White 1.08 ± 0.44 POS 0.7 ± 0.5 1.1 ± 0.4 4.7 9/9/97 
401 35 83 3 I Hall-3 A Entranceway· I Casing Intact Wood White 0.73 ± 0.27 NEG 0.9 ± 0.4 07±03 32 9/9/97 

402 35 84 3 I Hall-3 A Entranceway· I Casing Intact Wood White 094 ± 0 38 NEG 06 ± 0.4 0.9 ± 0.4 43 9/9/97 
403 35 85 3 I HaIl-3 B Closet-I Door Intact Wood White 0.80 ± 0.25 NEG 1.0±04 0.8 ± 0 3 28 9/9/97 
404 35 86 3 I Hall-3 B Closet-I Door Intact Wood White 0.66 ± 0.23 NEG 09±04 07 ± 0.2 27 9/9/97 
405 35 87 I Hall-3 B Closet-I Casing Intact Wood White 0.00 ± 010 NF(; 00+0'; 00+01 
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406 35 88 3 I Hall-3 B Closet-I Casing Intact Wood White 0.14±010 NEG 02±05 0.1 ± 0.1 1.0 9/9/97 
407 35 89 3 I Hall-3 B Closet-I Jamb Intact Wood White 0.22 ± 0 20 NEG -0 I ± 0.7 02 ± 0.2 16 9/9/97 
408 35 90 3 I Hall-3 B Closet-I Jamb Intact Wood WhIte 042 ± 0 13 NEG 0.7 ± 0 4 04±01 16 9/9/97 
409 35 91 3 I Hall-3 B Closet-I Baseboard Intact Wood White 039 ± 018 NEG 05±O4 0.4 ± 02 26 9/9/97 
410 35 92 3 I Hall-3 B Closet-I Baseboard Intact Wood WhIte 0.58 ± 0.26 NEG 0.9 ± 0 4 0.6 ± 0.3 33 9/9/97 
411 35 93 3 I lIall-3 B Closet-! Shelf Intact Wood White 1.00 ± 0.50 POS 1.6 ± O.S 1.0 ± 0.5 5.9 9/9/97 
412 35 94 3 1 Hall-3 B Closet-! Shelf Intact Wood While 1.l0 ± 0.59 POS 1.9 ± 0.5 1.1 ±0.6 6.6 9/9/97 
413 35 95 3 I Hall-3 B Closet-I Coatrack Intact Wood White 0.14±0.12 NEG 07±06 0.1 ±o I 24 9/9197 
414 35 96 3 I Hall-3 B Closet-[ Coatrack Intact Wood WhIte o 3[ ± 0 28 NEG 0.6 ± 0.6 0.3 ± 0.3 46 9/9/97 
41S 3S 97 3 1 Hall-3 B Closet-I Wall Intact Drywall White 0.26 ± 0.20 NEG 0.2 ± 0 4 0.3 ± 0.2 3.2 9/9/97 
416 35 98 3 I Hall-3 B Closet-I Wall Intact Drywall White 0.46 ± 0 40 NEG 0.6 ± 0.4 0.5 ± 0.4 5.6 9/9/97 
417 35 99 3 [ Hall-3 B Closet-[ Floor Intact Wood VarnIsh 0.00 ± 0.10 NEG -0.4 ± 0.7 O.O±O.I 10 9/9/97 
4[8 35 100 3 I Hall-3 B Closet-I Floor Intact Wood Varnish 0.00 ± 0.11 NEG 06 ± 0.4 OO± 0.1 1.0 9/9/97 
419 35 101 3 I Hall-3 D Wall-I Chair-rail Intact Wood WhIte 001±0.12 NEG -0.2 ± 0 7 0.0 ± 0 I 10 9/9/97 
420 35 102 3 I Hall-3 C Wall-I Chair-rail Intact Wood White 0.16±0.10 NEG 0.2 ± 0.7 02 ± 0.7 10.0 9/9/97 
421 35 103 3 I Hall-3 C Wall Baseboard Intact Wood White 073 ± 0 45 NEG 1.0 ± 0.5 0.7 ± 0.5 5.6 9/9/97 
422 35 104 3 I Hall-3 C Wall Baseboard Intact Wood White 037 ± 0.33 NEG 0.7 ± 0 5 0.4 ± 0.3 4.7 9/9/97 
423 3S 105 3 I Hall-3 D Wall Wall-Rgstr Intact Metal White 067±0.16 NEG 0.8 ± 0 6 o 7± 0.2 1.9 9/9/97 
424 35 106 3 I Hall-3 D Wall Wall-Rgstr Intact Metal White 0.80± 0.20 NEG 1.1 ± 0.6 0.8 ± 0 2 2.2 9/9/97 
425 35 107 3 I Hall-3 D Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.3 ± 0.4 OO±O.I 1.0 9/9/97 
426 35 108 3 I Hall-3 C Floor Floor Intact Wood VarnIsh om ± 0.10 NEG -0.1±0.7 O.O±O.I 1.0 9/9/97 
427 35 109 3 I Room-3 C Wall Wall Intact Drywall White 001 ±0.18 NEG -0.4±O.7 O.O± 0.2 1.0 9/9/97 
428 35 110 3 1 Room-3 D Wall Wall Intact Drywall White 0.05 ± 0.34 NEG 03 ± 0.7 0.1 ± 0.3 2.8 9/9/97 
429 35 III 3 1 Room-3 D Door-3 Door Intact Wood White 0.23 ± 0.21 NEG 0.9 ± 0.5 0.2 ± 0.2 3.2 9/9/97 
430 35 112 3 I Room-3 A Door-3 Door Intact Wood White 022 ± 032 NEG 06 ± 0.4 0.2 ± 0 3 4.4 9/9/97 
431 35 Il3 3 I Room-3 A Door-I Casing Intact Wood WhIte 012 ± 0.29 NEG -0.3 ± 0.8 0.1 ± 0 3 2.1 9/9/97 
432 35 114 3 I Room-3 D Door-3 Casing Intact Wood White 0.16±0.17 NEG 0.6 ± 0 5 02 ± 0.2 28 9/9/97 
433 35 115 3 I Room-3 D Door-3 Jamb Intact Metal White 003±0.10 NEG 00 ± 0.8 O.O±O I 10 9/9/97 
434 35 116 3 I Room-3 D Door-3 Jamb Intact Metal White 0.06 ± 0.11 NEG 0.3 ± 0.8 0.1 ± 0.1 12 9/9/97 
435 35 117 3 I Room-3 A Door-1 Jamb Intact Wood White 0.26 ± 0.24 NEG -02±04 0.3 ± 0 2 3.6 9/9/97 
436 35 1[8 3 [ Room-3 A Door-! Jamb Intact Wood White 0.29 ± 0.20 NEG 00±04 0.3 ± 0 2 30 9/9/97 
437 35 119 3 1 Room-3 C Window-[ Stool Intact Wood White 0.07 ±0.20 POS 1.5 ± 0.4 1.5 ± 0.4 3.1 9/9/97 
438 35 120 3 1 Room-3 C Window-2 Stool Intact Wood White 0.02 ± 0.10 POS 1.5 ± 0.4 1.5 ± 0.4 1.2 9/9197 
439 35 [2[ 3 [ Room-3 C Window-2 Casmg Intact Wood White 0.2[ ±022 NEG 07 ± 0.4 0.2 ± 0.2 3.3 9/9/97 
440 35 [22 3 [ Room-3 C Window-[ Casing Intact Wood White 0.[6 ± 0.28 NEG 0.1 ±0.7 0.2 ± 0.3 2.5 9/9/97 
441 35 123 3 1 Room-3 C Window-l Sasb Intact Wood White 0.33 ± 0.41 POS 2.3±0.6 2.3 ±0.6 4.2 9/9197 
442 35 124 3 1 Room-3 C Window-2 Sash Intact Wood White 0.36±0.25 POS 2.3 ± 0.7 2.3±0.7 2.8 9/9197 
443 35 125 3 1 Room-3 C Window-2 TrougllJ Peeling Wood White »5.0± 1.00 POS 17.6 ± ,1.5 17.6 ± 3.5 7.3 919197 
444 35 126 3 1 Room-3 C Window-l Trougill Peeling Wood White »5.0± 1.00 POS 22.0±:1.9 22.0±3.9 9.4 919197 
445 35 [27 3 [ Room-3 C Wmdow-[ Mullion Peeling Wood White 0.36 ± 0.27 NEG 0.8 ± 04 o 4± 0.3 3.9 9/9/97 
446 35 128 3 1 Room-3 C Window-2 Mullion Peeling Wood White 0.58 ± 0.20 POS 1.4 ± 0.3 1.4 ± 0.3 3.8 919197 
447 35 [29 3 1 Room-3 C Window-2 Mullion Peeling Wood White 052 ± 0.3[ NEG 1.0 ± 0 5 0.5 ± 0.3 4.3 9/9/97 
448 35 130 3 1 Room-3 0 Door-3 Mullion Intact Wood White 0.53 ±0.23 POS 2.0± 0.5 2.0 ± 0.5 3.0 9/9197 
449 35 13l 3 [ Room-3 A Door-[ Mullion Intact Wood White 004±0.[0 NEG 02±O7 O.O± 0.1 ] 0 9/9/97 
450 35 132 3 1 Room-3 0 Door-3 Mullion Intact Wood White 0.57 ± 0.31 POS 1.8± 0.5 1.8 ± 0.5 4.0 919197 
45[ 35 133 3 I Room-3 B Door-2 Door Intact Wood White 012 ± 0.23 NEG 0.2 ± 0 5 0.1 ± 0 2 25 9/9/97 
452 35 134 3 [ Room-3 B Door-2 Door Intact Wood White 0.06 ± 0.23 NEG -0.2 ± 0.7 0.[ ± 0.2 1.6 9/9/97 
453 35 [35 3 I Room-3 B Door-2 Casmg Intact Wood White 0.07 ± 0.37 NEG -0.3 ± 0.8 0.[ ±0.4 3.3 9/9/97 
454 35 136 3 [ Room-3 B Door-2 Casing Intact Wood White 0.02 ± 0.10 NEG -0.[ ± 0.7 O.O±O.[ 1.0 9/9/97 
455 35 [37 3 [ Room-3 B Door-2 Jamb Intact Wood White 011 ± 0.28 NEG -0.[ ± 0 7 0.[ ± 0.3 2.0 9/9/97 
456 35 138 3 [ Room-3 B Door-2 Jamb Intact Wood White 0.03 ± 0.[0 NEG 0.2± 0.6 O.O± 0.[ [ 0 9/9/97 
457 35 139 3 [ Room-3 B Door-2 Jamb Intact Wood White 0.22 ± 0 20 NEG 06 ± 0.4 0.2 ± 0.2 3.[ 9/9/97 
458 35 [40 3 [ Room-3 A Cabinet-[ Door-Out Intact Wood White o 6[ ± 0.32 NEG 07±O5 0.6 ± 0.3 4.0 9/9/97 
459 35 [4[ 3 [ Room-3 A Cabinet-2 Door-Out Intact Wood WhIte 0.[5 ± 0] [ NEG 03 ± 0.4 02±0[ [ 8 9/9/97 
460 35 [42 3 [ Room-3 A Cabinet-] Door-[ns Intact Wood White 039±014 NEG 0.4 ± 0 4 04±0[ 19 9/9/97 
46[ 35 [43 3 [ Room-3 A Cabinet-2 Door-[ns Intact Wood White 0.22±0 [3 NEG 02 ± 0.3 0.2 ± 01 20 9/9/97 
462 35 144 3 [ Room-3 A Cabinet-2 InsIde Intact Wood White 030 ± 0.20 NEG 05 ± 0.4 0.3 ± 0.2 3.2 9/9/97 
463 35 145 3 [ Room-3 A Cabinet- [ Inside Intact Wood WhIte 033±0 [5 NEG 00±O4 03±02 23 9/9/97 
464 35 [46 3 [ Room-3 A Cabinet-[ Shelf Intact Wood White 0.46±0.[9 NEG 03 ± 0.4 0.5 ± 0 2 25 9/9/97 
465 35 [47 3 I Room-3 A Cabinet-2 Shelf Intact Wood WhIte 0.20 ± 0 23 NEG 03 ± 0.6 0.2 ± 0.2 2.5 9/9/97 
466 35 [48 3 [ Room-3 A Cabinet-2 Floor Intact Wood White 062 ± 0.4[ NEG 0.3 ± 0.5 0.6 ± 04 5 [ 9/9/97 
467 35 149 3 [ Room-3 A Cabinet-2 Floor Intact Wood White 040±0.[7 NEG 0.0 ± 0.4 04 ± 0.2 2.4 9/9/97 
468 35 [50 3 [ Room-3 D Door Boxing Intact Wood White O. [7 ± 0.20 NEG 0.4 ± 0.4 0.2 ± 0 2 29 9/9/97 
469 35 [5[ 3 [ Room-3 C Wmdow Boxing Intact Wood White 0.[8 ± 0.25 NEG -0.[ ± 0.4 02 ± 0.3 3.[ 9/9/97 
470 35 152 3 [ Room-3 B Wall Wall-Rgstr Intact Metal White 0.00 ± 0.11 NEG o [ ± 0.8 00 ± 0.[ 1.0 9/9/97 
47[ 35 [53 3 [ Room-3 D Wall Wall-Rgstr Intact Meta[ White 0.[5±0.3[ NEG 02±O8 0.2 ± 0 3 30 9/9/97 
472 35 [54 3 I Room-3 D Wall Chair-rail Intact Wood WhIte 014±0.[0 NEG -01 ± 0.7 -0.[ ±07 100 9/9/97 
473 35 [55 3 [ Room-3 C Wall Chair-rail Intact Wood WhIte 001 ±0.33 NEG -07 ± 0.7 00±03 10 9/9/97 

733 
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474 35 1:56 3 I Room-3 C Wall Baseboard Intact Wood White 001 ±O.IO NEG 0.3 ± 0.4 O.O±O I 1.0 9/9/97 
475 35 1:57 3 I Room-3 0 Wall Baseboard Intact Wood White 0.Q3 ± 0 22 NEG 0.2 ± 0 4 00 ± 0.2 1.9 919/97 
476 35 1:58 3 I Room-3 0 Floor Floor Intact Wood Varnish 000±0.15 NEG 0.4 ± 0.4 0.0 ± 0.2 10 9/9/97 
477 35 1:59 3 I Room-3 C Floor Floor Intact Wood Varnish OOO±O.lO NEG 0.0 ± 0.7 00 ± 0.1 10 919/97 
478 35 160 3 I Kitchen A Wall Wall Intact Drywall Beige 001±0.1O NEG 0.2 ± 0.7 00 ± 0.1 18 919197 
479 35 161 3 I Kitchen 0 Wall Wall Intact Drywall Beige 001 ± 0.20 NEG -0.5 ± 0.7 00 ± 0.2 1.0 919/97 
480 35 162 3 I Kitchen A Door-I Door Intact Wood White 0.01 ± 0.10 NEG -0.2 ± 0.5 0.0 ± 0.1 1.0 919197 
481 35 163 3 I Kitchen A 000r-2 Door Intact Wood White 001 ±O.IO NEG -0.3 ± 0 6 0.0 ± 0.1 1.0 919197 
482 35 1154 3 I Kitchen 0 000r-3 Door Intact Wood White 0.46 ± 0.35 NEG 04 ± 0.4 0.5 ± 0.4 46 9/9/97 
483 35 165 3 I Kitchen 0 00or-3 Door Intact Wood White 0.46 ± 0.47 NEG 04 ± 0.4 0.5 ± 0 5 6.0 9/9/97 
484 35 1156 3 I Kitchen A Ooor-I Casing Intact Wood White 0.07 ± 0 28 NEG 0.5 ± 0.4 01 ± 0.3 403 9/9/97 
485 35 167 3 I Kitchen 0 000r-3 Casing Intact Wood White 0.02 ± 0.10 NEG 0.4 ± 0.3 O.O±O.I 1.0 919197 
486 35 168 3 I Kitchen A 000r-2 Jamb Intact Wood White 001 ±O.IO NEG -0.3 ± 0 6 OO± 0.1 1.0 9/9/97 
487 35 1159 3 I Kitchen A Door-I Jamb Intact Wood White OOO± 0.16 NEG -0.5 ± 0 5 O.O± 0.2 1.0 919197 
488 35 170 3 I Kitchen C Window-I Apron Intact Wood White 001 ±O.IO NEG 0.3 ± 0 4 O.O±O.I 1.0 919197 
489 35 171 3 I Kitchen C Window-2 Apron Intact Wood White 0.02 ± 0.10 NEG 0.8 ± 0.4 O.O±O.I 1.0 919197 
490 35 172 3 I Kitchen C Window-I Stool Peeltng Wood White O.OO±O.IO NEG 0.2 ± 0.6 00±01 1.0 919197 
491 35 1'73 3 1 Kitchen C Window-2 Stool Intact Wood White 1.02 %0.82 POS \.2 % 0.5 1.2 % 0.5 9.4 919197 
492 35 1'74 3 1 Kitchen C Window-2 Stool Intact Wood White 1.00% 0.69 POS 2.1 ± 0.6 2.1 % 0.6 10.0 919197 
493 35 175 3 I Kitchen C Window-2 Casing Intact Wood White 0.63 ± 0.58 NEG 0.8 ± 0.5 06 ± 0.6 7.1 9/9197 
494 35 176 3 I Kitchen C Window-I Casing Poor Wood White 0.02 ± 0.18 NEG 0.1 ± 0 7 0.0 ± 0.2 1.0 919197 
495 35 1"77 3 1 Kitchen C Window-I Sash Peeling Wood White 0.83 %0.90 POS 3.0 % 1.0 3.0± 1.0 5.2 9/9/97 
496 35 1'78 3 1 Kitchen C Window-2 Sash Intact Wood White 1.70 % 1.86 POS 4.2 % 1.2 4.20101.2 8.0 919197 
497 35 1'79 3 1 Kitchen C Window-2 Trough Peeling Wood White 3.26 ± 2.83 POS 9.30102.7 9.30102.7 4.1 9/9197 
498 35 1110 3 1 Kitchen C Window-2 Trough Peeling Wood White 1.210100.95 POS 6.0± 1.8 6.0± 1.8 2.1 919197 
499 35 1111 3 1 Kitchen C Window-2 Mullion Poor Wood White 0.820100.53 POS 2.5010 0.8 2.5± 0.8 3.8 9/9/97 
500 35 lin 3 I Kitchen C Window-I Mullion Poor Wood White 0.28 ± 0.14 NEG \.0 ± 0 4 0.3±0.1 2.2 919197 
501 3S 1113 3 I Kitchen C Window-I Mullion Poor Wood White 1.11 ± 1.46 POS 4.20101.4 4.2± 1.4 5.8 919197 
502 35 1114 3 I Kitchen B Entranceway-I Casing Intact Wood White 0.00 ± 0.10 NEG -0.1 ± 06 0.0 ± 0.1 1.0 919197 
503 35 illS 3 I Kitchen B Entranceway-I Casing Intact Wood White 0.220100.10 NEG 0.2010 0 6 0.2± 0.6 10.0 9/9197 
504 35 1116 3 I Kitchen B Entranceway-I Jamb Intact Wood White 0.01 ± 0.29 NEG 03 ± 0.6 0.0 ± 0.3 10 9/9/97 
505 35 II!? 3 I Kitchen B Entranceway-I Jamb Intact Wood White 000 ± 0.10 NEG 0.1 ± 06 O.O±O.I 1.0 919197 
506 35 1:18 3 I Kitchen B Cabinet-I Door-Out Intact Wood Varnish O.OO±O.IO NEG -0 & ± 0.7 OO±O.I 1.0 919197 
507 35 1119 3 I Kitchen B Cabmet-I Door-Out Intact Wood Varnish OOO±O 10 NEG O.O± 0 6 O.O±O.I 1.0 919197 
508 35 190 3 I Kitchen B Cabinet-I Door-Ins Intact Wood Varnish O.OO±O.IO NEG 05±04 O.O±O.I 10 9/9197 
509 35 191 3 I Kitchen 0 Cabinet-I Door-Ins Intact Wood Varnish 0.00 ± 010 NEG -0 I ± 06 o O± 0.1 1.0 919/97 
510 35 192 3 I Kitchen C Cabinet· I Inside Intact Wood Varnish 0.02 ± 0.10 NEG -0.3 ± 0.7 0.0 ± 0.1 25 919197 
511 35 193 3 I Kitchen A Cabinet-I Inside Intact Wood Varnish O.OO±O 10 NEG -06 ± 0.6 O.O±O.I 1.0 919197 
512 35 194 3 I Kitchen B Cabinet-I Shelf Intact Wood Varnish 0.00 ± 0.10 NEG -0.2 ± 0.6 O.O±O I 1.0 9/9197 
513 35 195 3 I Kitchen C Cabinet-I Shelf Intact Wood Varnish 0.00 010 0.10 NEG 00±07 0.00100.1 1.0 919/97 
514 35 196 3 I Kitchen A Cabinet-I Wall Intact Wood Varnish 0.00010 0.10 NEG -0.4 ± 0.7 O.O±O.I 1.0 9/9/97 
515 35 197 3 I Kitchen C Cabinet-I Wall Intact Wood Varnish 0.00 ± 0.10 NEG -0.5 ± 0.6 O.O± 0.1 1.0 9/9197 
516 35 198 3 I Kitchen C Cabinet-I Floor Intact Wood Varnish 000±0.17 NEG 0.3 010 0.7 o O± 0.2 1.0 919197 
517 35 199 3 I Kitchen C Cabinet-I Floor Intact Wood Varnish O.OO±O 17 NEG OJ ± 0 6 0.0 ± 0.2 1.0 9/9197 
518 35 200 3 I Kitchen A Closet·! Door Intact Wood White 0.02 ± 0.32 NEG -0 I ± 0 6 0.00100.3 10 9/9197 
519 35 201 3 I Kitchen A Closet-2 Door Intact Wood White 0.01 ± 0 30 NEG 00±06 0.0 ± 0 3 1.0 9/9/97 
520 35 202 3 I Kitchen A Closet-I Casing Intact Wood White 0.00010 0.10 NEG 0.2 ± 0 4 OO±O.I 1.0 919197 
521 35 203 3 I Kitchen A Closet-! Casing Intact Wood White 0.00 ± 0.10 NEG 00 ± 0.5 00±01 1.0 919/97 
522 35 204 3 I Kltchen A 000r-2 Jamb Intact Wood White 001 ±O.IO NEG -0.1 ± 0 5 o O± 0.1 1.0 9/9/97 
523 35 205 3 I Kitchen A 000r-2 Jamb Intact Wood White 0.02±0.10 NEG -0.1 ± 06 O.O± 0.1 1.0 919197 
524 35 206 3 I Kitchen A Closet-2 Shelf Intact Wood White 0.02 ± 0.36 NEG 00 ± 0.6 00±04 12 919/97 
525 35 207 3 I Kitchen A Closel·2 Shelf Intact Wood White 001 ± 010 NEG 01 ± 0.5 OO±O.I 10 919197 
526 35 208 3 I Kitchen A Closet-2 Wall Intact Wood White 0.05 ± 0.44 NEG -0.4 ± 0 5 01±04 2.4 919197 
527 35 209 3 I Kitchen A Closet-2 Wall Intact Wood White 0.01 ± 0.31 NEG 0.3 ± 0 6 0.0 ± 0.3 1.0 919197 
528 35 2110 3 I Kitchen A Closet-2 Wall Intact Orvwall White 045 ± 0.57 NEG 04±O5 05 ± 0.6 7.3 919197 
529 35 2111 3 I Kitchen A Closet-I Wall Intact DrYwall White 0.02 ± 0.27 NEG O.O± 0 7 0.0 ± 0 3 1.6 919197 
530 35 2112 3 I Kitchen A Closet-I AC-Ouct Intact Metal White O.l7±O.l9 NEG -O.! ± 0.8 -0.1 ± 08 10.0 9/9197 
531 35 2113 3 I Kitchen A Closet-I AC-Ouct Intact Metal White 0.D2 ± 0.13 NEG -10 ± 0 8 OO±O.I 1.0 919197 
532 35 2114 3 I Kitchen A Ceiling Lt Fixture Intact Metal White 0.01 ± 0.19 NEG -10 ± 0.8 0.0 ± 0.2 1.0 919197 
533 35 2115 3 I Kitchen A Ceiling Lt Fixture Intact Metal White om 010 026 NEG .003 ± 0.7 0.0 ± 0.3 1.0 9/9197 
534 35 2116 3 ) Kitchen D Wall Baseboard Intact Wood White 0.01 ± 0.28 NEG -0.4 ± 0 6 O.O± 0 3 1.0 919/97 
535 35 2117 3 I Kitchen 0 Wall Baseboard Intact Wood White 001±0.10 NEG 02±06 O.O±O I 1.0 9/9197 
536 35 2118 3 I Kitchen A Wall Wall-Rgstr Intact Metal White 0.03 ± 010 NEG -03 ± 0 9 00±01 43 919197 
537 35 219 3 I Kitchen A Wall Wall-Rgstr Intact Metal White 0.00 ± 0.10 NEG 03±07 O.O± 0 I 1.0 9/9197 
538 35 220 3 I Kitchen C Ceiling Lt Fixture Intact Metal White 002 ± 0.20 NEG 00±09 O.O± 0.2 2 I 919197 
539 35 221 3 I Kitchen A Ceding Lt Fixture Intact Metal White 0.00 ± 0.11 NEG 0.3 ± 0 9 0.00100.1 1.0 919197 
540 35 21:2 3 1 Porch-I A Porch Columns Intact Wood White »5.0010 1.00 POS 25.30104.0 25.3 ± 4.0 2.8 9/9/97 
541 35 2l:3 1 Porch-I D Porch Columns Intact \Vnnd \Vhitp ~.,..c;;n+ 11\{I on" 
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542 35 224 3 I Porcb-l A Wall Wall Intact Shingle White »5.0± 1.00 POS 6.8:~ 2.7 6.8 ± 2.7 3.1 9/9/97 
543 35 225 3 1 Porcb-l A Wall Wall Intact Shingle White 4.18± 1.92 POS 6.7:~ 1.9 6.7 ± 1.9 2.7 919197 
544 35 226 3 I Porch· I 0 Wall Wall Intact Wood White 000±010 NEG ·05,~07 00±01 10 9/9/97 
545 35 227 3 I Porch-I 0 Wall Wall Intact Wood White 000±017 NEG -0.7,~06 00 ± 0.2 10 9/9/97 
546 35 228 3 I Porch-I 0 000r-4 Door Intact Wood White OOO±O.IO NEG -0.2,~ 0.6 00 ± 0.1 10 9/9/97 
547 35 229 3 I Porch-I 0 Door·4 Door Intact Wood White 0.00 ± 010 NEG 0.2,~ 0.7 00 ± 0.1 10 9/9/97 
548 35 230 3 I Porcb-l D Door-4 Casing Intact Wood White 0.16± 0.50 POS 2.0,~ 0.5 2.0± 0.5 4.6 9/9/97 
549 35 231 3 1 Porcb·1 D Door-4 Casing Intact Wood White O.OO± 0.10 POS 2.1:~ 0.5 2.1 ± 0.5 1.0 919197 
550 35 232 3 I Porcb-l D Door-4 Jalmb Intact Wood Wbite »5.0 ± 1.00 POS 27.5:~ 4.1 27.5 ± 4.1 4.3 9/9197 
551 35 233 3 I Porcb-l D Door-4 Jalmb Intact Wood White »5.0 ± 1.00 POS 26.5:~ 3.9 26.5 ± 3.9 3.5 919197 
552 35 234 3 I Porch-I 0 000r-4 Mullion Intact Wood White O.OO±O.IO NEG -0.4:~ 0.7 O.O± 0 I 10 9/9/97 
553 35 235 3 I Porch-I 0 Door-4 Mullion Intact Wood White O.OO±O.IO NEG 0.2,~ 0.5 OO±O.I 1.0 9/9/97 
554 35 236 3 I Porch-I B Door-I Door Intact Wood White »5.0± 1.00 POS 25.3:~ 4.0 25.3 ±4.0 3.0 9/9/97 
555 35 237 3 I Porcb-l B Door-3 Door Intact Wood White »5.0± 1.00 POS 22.6:~ 3.9 22.6±3.9 2.8 919197 
556 35 238 3 1 Porch-l B Door-2 Door Intact Wood White »5.0± 1.00 POS 21.3:~ 3.8 21.3 ± 3.8 2.3 919197 
557 35 239 3 I Porch-I B Door-2 Door Intact Wood Wbite »5.0 ± 1.00 POS 21.9:~ 3.9 21.9 ± 3.9 4.3 919197 
558 35 240 3 I Porch-l B Door-I 1\I~llIion Intact Wood White »5.0 ± 1.00 POS 22.2:~ 4.1 22.2 ± 4.1 3.0 9/9/97 
559 35 241 3 I Porch-I B Door-3 1\I~IIlion Intact Wood White »5.0± 1.00 POS 20.8:U.7 20.8 ± 3.7 4.1 919197 
560 35 242 3 I Porch-I B Door-2 M~llIion Intact Wood White 4.10± 2.00 POS 29.0:~ 4.4 29.0 ± 4.4 2.7 919197 
561 35 243 3 1 Porch-I B 000r-2 MUillion Intact Wood White 4.05 ± 2.05 POS 20.9:~ 3.8 20.9±3.8 2.4 919197 
562 35 244 3 I Porcb-l B 000r-2 Casing Intact Wood White »5.0± 1.00 POS 20.5:~ 3.9 20.5 ±3.9 2.8 9/9/97 
563 35 245 3 I Porcb-. B Door-l Casing Intact Wood White »5.0± 1.00 POS 21.4:~ 4.0 21.4 ± 4.0 2.6 919197 
564 35 246 3 I Porcb-I B Door-3 Jalmb Intact Wood Wbite »5.0± 1.00 POS 25.4:~ 4.2 25.4±4.2 2.7 919197 
565 35 247 3 1 Porcb-l B Door-2 Jllmb Intact Wood Wbite »5.0± 1.00 POS 20.7:~ 3.6 20.7 ± 3.6 2.2 9/9/97 
566 35 248 3 I Porch-I A Window-I Stool Intact Wood White O.OO±O 10 NEG 0.3:~ 0.6 0.0 ± 0.1 10 9/9/97 
567 35 249 3 I Porch-I C Window-6 Sl.ool Intact Wood White 0.00±010 NEG 02,~06 0.0 ± 0.1 10 9/9/97 
568 35 250 3 I Porch-l D Window-8 Casing Intact Wood White O.OO±O.IO POS 1.4:~ 0.4 1.4 ±0.4 1.0 9/9/97 
569 3S 251 3 I Porch-I C Window-4 Casing Intact Wood White 0.00 ± 0.10 NEG -0.4 ,~O 7 O.O± 0.1 10 9/9/97 
S70 35 252 3 I Porch-I 0 Window-9 Casing Intact Wood White OOO±O.IO NEG ·0.4,~ 0 6 OO± 0.1 1.0 9/9/97 
571 35 253 3 I Porcb-l D Blind-Wind.-l Casing Intact Wood Wbite »5.0± 1.00 POS 23.0 :~3.9 23.0±3.9 5.9 919197 
572 35 254 3 I Porch-I D Blind-Wind.-I Casing Intact Wood Wbite 4.13 ± 1.96 POS 24.4:~ 3.9 24.4± 3.9 3.2 9/9/97 
573 35 255 3 I Porch-I D Blind-Wind.-l S:uh Intact Wood White »5.0± 1.00 POS 27.1:~ 4.1 27.1 ± 4.1 3.7 919/97 
574 35 256 3 I Porch-I D Blind-Wind.-l S,ash Intact Wood White »5.0± 1.00 POS 26.3:~ 4.1 26.3 ± 4.1 4.0 9/9/97 
575 35 257 3 I Porcb-I D Elee-conduit Elec Intact Metal White 4.18± 1.92 POS 7.5:~ 2.0 7.5 ± 2.0 3.0 919197 
576 35 258 3 I Porch-l D Elee-conduit Elec Intact Metal Wbite 2.46 ± 1.80 POS 8.4,~ 2.5 8.4± 2.5 2.9 919197 
577 35 259 3 I Porch-I 0 Light·Switch Lt Switch Intact Metal White 001±0.I3 NEG 03,~09 O.O±O I 1.0 9/9/97 
578 3S 260 3 I Porch-I 0 Light·Switch Lt Switch Intact Metal White 001±0.10 NEG ·0.2,~ I 0 O.O± 0 I 10 9/9/97 
579 35 261 3 I Porch-I B Elec-condUlt Elec Intact Metal White 022 ± 010 NEG I.L~ 0 6 0.2 ± 0.1 2 I 9/9/97 
580 35 262 3 I Porch-I B Elec-condult Elec Intact Metal White 0.22 ± 0.11 NEG 1.1 ,~ 0.6 0.2 ± 0.1 2.2 9/9/97 
581 3S 263 3 I Porch-I B Elec.-Outl Elec Intact Metal White O.OO±O II NEG -0 2,~ 0.9 0.0 ± 0.1 1.0 9/9/97 
582 35 264 3 I Porch-I B Elec.-OutleElec Elec Intact Metal White 0.07± 0.10 NEG -03,H 0 -03 ± 1.0 8.3 9/9/97 
583 35 265 3 I Calibrate-I B Calibrate CaHbrate 1.07 ± 0.15 POS 0.7:~ 0.5 1.1 ± 0.2 1.1 9/9197 
584 35 266 3 I Calibrate-2 B Calibrate Calilbrate 1.25 ± 0.30 POS 0.1 :~ 0.4 1.3 ± 0.3 2.5 9/9/97 
585 35 267 3 I Calibrate-3 B Calibrate Caliibrate 1.23 ± 0.29 POS 0.8:~ 0.5 1.2 ± 0.3 2.5 9/9/97 
586 35 268 3 I Calibrate-4 B Calibrate Caliibrate 1.00± 0.24 POS 0.5:~ 0.4 1.0± 0.2 2.1 919/97 
587 35 269 3 I Porch-2 C Wall Wall Intact Shingle White 001±020 NEG -0.4,~ 0.7 0.0 ± 0 2 1.0 9/9/97 
588 35 270 3 I Porch-2 C Wall Wall Intact Shingle White 0.01 ± 0.14 NEG -0.2:~ 0.7 O.O±O.I 1.0 9/9/97 
589 35 271 3 I Porcb-2 D Wall Wall Intact Shingle White »5.0 ± 1.00 POS 7.5:~ 2.5 7.5± 2.5 5.3 919/97 
590 35 272 3 I Porch-2 B Wall Wall Intact Sbingle Wbite »5.0 ± 1.00 POS 5.0:~ 2.1 5.0± 2.1 4.5 9/9/97 
591 35 273 3 I Porch-2 A Wall Wall Intact Wood White OOO±O.IO NEG -Ok~ 0.7 O.O± 0.1 1.0 9/9/97 
592 35 274 3 I Porch-2 A Wall Wall Intact Wood White 000 ± 0.10 NEG O.O:~ 0.6 O.O± 0 I 1.0 9/9/97 
593 35 275 3 I Porcb-2 A Porch Columns Intact Wood Wbite »5.0± 1.00 POS 20.6,~ 3.7 20.6 ± 3.7 6.4 919/97 
594 35 276 3 I Porch-2 A Porch Lattice Intact Wood White 0.12 ± 0.34 POS 2.6:~ 0.7 2.6± 0.7 5.6 919/97 
595 35 277 3 I Porch-2 A Porch Lattice Intact Wood WhIte 0,0\ ± 0 14 NEG o 6:~ 0.4 0.0 ± 0.1 1.0 9/9/97 
596 35 278 3 I Porch-2 A Porch Lattice Intact Wood White O.OO± 010 NEG I I:~ 0 4 0.0 ± 0.1 10 9/9/97 
597 35 279 3 I Porch-2 A Porch Lattice Intact Wood Green 0.98 ± 0.33 POS 3.0:~ 0.9 3.0% 0.9 1.5 9/9/97 
598 35 280 J I Porcb-2 A Porch Lattice Intact Wood Green 0.91 ± 0.32 POS 3.6:~ 1.1 3.6 % 1.1 1.5 9/9/97 
599 35 281 3 I Porch-2 C 000r-2 Door Intact Wood White OOO±O 18 NEG -0.1 ,~O 6 0.0 ± 0.2 1.0 9/9/97 
600 35 282 3 I Porch-2 C 000r-2 Door Intact Wood White 001 ± 0.26 NEG -0.4:~ 0 7 0.0 ± 0.3 1.0 9/9/97 
601 35 283 3 I Porch-2 C 000r-2 Casing Intact Wood White 0,02 ± 0.42 NEG -0.9:~ 0.7 0.0 ± 0 4 1.0 9/9/97 
602 35 284 3 I Porch-2 C 000r-2 Casing Intact Wood White OOO±O.IO NEG -0.3,~ 0 6 O.O± 0 I 1.0 9/9/97 
603 35 285 3 I Porch-2 C 000r-2 J31mb Intact Wood White 006 ± 0.47 NEG 0.2,~ 0 5 0.1 ± 0.5 2.2 9/9/97 
604 35 286 3 I Porch-2 C 000r-2 131mb Intact Wood White 0.01 ± 010 NEG -0.2:~ 0.6 OO±O.I 10 9/9/97 
605 35 287 3 I Porch-2 A Window-I Calsing Intact Wood White »5.0 ± 1.00 POS 22.9:~ 3.9 22.9±3.9 5.0 9/9/97 
606 35 288 J 1 Porch-2 A Window-I Ciising Intact Wood White 2.75 ± 3.35 POS 20.0,1: 3.6 20.0± 3.6 4.5 9/9/97 
607 35 289 3 1 Porch-2 A Window-l Sash Intact Wood White 0.78±0.10 POS 8.1:1: 1.8 8.1 ± 1.8 10.0 9/9/97 
608 35 290 3 1 Porch-2 A Window-I Sash Intact Wood White 0.61 ± 0.10 POS 7.6,1: 1.7 7.6 ± 1.7 10.0 9/9/97 
609 35 291 3 I Porch-2 A Door-I Ca,sing Intact Wood White »5.0± 1.00 POS 18.4:~ 3.4 18.4 ± 3.4 6.2 9/9/97 

735 
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610 35 292 3 I Porch-2 A Ooor-l Casil~g Intact Wood White »5.0± 1.00 POS 25.9± 4.0 25.9±4.0 8.3 9/9/'~7 

611 35 293 3 I Porch-2 A Ooor-l Jamb Intact Wood White »5.0± 1.00 POS 22.0±3.9 22.0±3.9 8.9 9/91'.~7 

612 35 294 3 I Porch-2 A Ooor-l Jamb Intact Wood White »5.0 ± 1.00 POS 22.6 ± 3.9 22.6±3.9 6.2 9/9/!~7 

613 35 295 3 I Porch-2 0 000r-3 Door Peeling Wood White »5.0± 1.00 POS 19.7 ± 3.8 19.7 ± 3.8 9.1 9/9/97 

614 35 296 3 I Porch-2 0 000r-3 Door Peeling Wood White »5.0± 1.00 POS 18.3 ± 3.5 18.3 ± 3.5 8.6 9/9/!n 

615 35 297 3 1 Porch-2 0 000r-3 Mulliion Peeling Wood White »5.0 ± 1.00 POS 19.0± 3.6 19.0 ± 3.6 10.0 9/91':~7 

616 35 298 3 I Porch-2 0 000r-3 Mumon Peeling Wood White »5.0± 1.00 POS 20.9± 4.0 20.9 ± 4.0 9.7 9m!~7 

617 35 199 3 1 Porch-2 0 000r-3 Casil~g Poor Wood White »5.0± 1.00 POS 18.8 ± 3.7 18.8± 3.7 5.8 9~m 

618 35 300 3 1 Porch-2 0 000r-3 Casing Poor Wood White »5.0± 1.00 POS 24.1 ± 4.2 24.1 ± 4.2 9.5 9/91'.~7 

619 35 301 3 1 Porch-2 0 000r-3 Jamb Poor Wood White »5.0 ± 1.00 POS 20.5±3.9 20.5±3.9 6.6 9/9197 

610 35 302 3 1 Porch-2 0 000r-3 Jamb Poor Wood White »5.0± 1.00 POS 24.1 ± 3.9 24.1 ± 3.9 6.8 9/91'~7 

621 35 303 3 I Porch-2 A Closet·3 Door Intact Wood White 0.02 ± 010 NEG -0.3 ± 0.8 00±0.1 10 9/9/97 

622 35 304 3 1 Porch-2 A Closet-3 Doclr Intact Wood White 0.03 ± 0.24 NEG -0.5 ± 0 6 00±02 10 9/9/97 

623 35 305 3 1 Porch-2 A Closet-3 Casing Intact Wood White 002±010 NEG o 2± 0.5 00 ± 0.1 1.0 9/9/!/? 

624 35 306 3 1 Porch-2 A Closet-3 Casing Intact Wood White 000±0.10 NEG 0.3 ± 0.8 O.O± 0.1 10 9/9/97 

625 35 307 3 I Porch-2 A Closet-3 Jamb Intact Wood White 002±010 NEG -0.4 ± 0 5 OO±O.I 10 9/9/97 

626 35 308 3 I Porch-2 A Closet-3 Jamb Intact Wood WhIte 0.06± 0.31 NEG 0.1 ± 0.4 01 ± 0.3 1.9 9/9/97 

627 35 309 3 1 Porch-2 B Closet-3 Baseboard Intact Wood White 0.00±0.10 NEG -0.2 ± 0 6 O.O±O I 1.0 9/9/97 

628 35 310 3 I Porch-2 0 Closet-3 Baseboard Intact Wood White 000±011 NEG -0 8± 0.6 O.O± 0.1 1.0 919/97 

629 35 311 3 I Porch-2 C Closet-3 Walll Intact Drywall White 0.02±0.10 NEG -0.4 ± 0 6 00±0.1 19 919/97 

630 35 312 3 I Porch-2 0 Closet-3 Walll Intact Drywall White o 15±0.10 NEG -0.7 ± 0.7 -07 ± 0.7 10.0 9/9/97 

631 35 313 3 1 Porch-2 0 Elec-condUlit Elelc Intact Metal White 0.14±0.10 NEG 0.9± 0.6 0.1 ±O I 2.2 9/9/97 

632 35 314 3 I Porch-2 0 Elec-conduiit Elel; Intact Metal White 017 ± 0.10 NEG 0.9± 0.6 02± 0.1 2.1 9/9/97 

633 35 315 3 I Porch-2 0 Light-Switch LtSwitch Intact Metal White O.OO±O 10 NEG -0.1 ± 0.9 O.O±O.I 10 9/9197 

634 35 316 3 I Porch-2 0 Light-Switch Lt SWlitch Intact Metal White 0.00±0.10 NEG 0.3 ± 0 9 00±0.1 1.0 9/9/97 

635 35 317 3 2 Hall-4 C Wall Upp:r Intact Drywall White 003 ± 0.32 NEG -0.1 ±07 0.0 ± 0 3 20 9/9/97 

636 35 318 3 2 Hall-4 B Wall Upp~r Intact Drywall White 003 ± 0.31 NEG -0.4 ± 0.7 0.0 ± 0 3 21 919197 

637 35 319 3 2 Hall-4 A Wall Lower Intact Drywall White 0.00 ± 010 NEG -1.0± 0.7 O.O± 0 I 10 919/97 

638 35 320 3 2 Hall-4 B Wall Lower Intact Drywall White 001 ±o IS NEG -0.6 ± 0.7 0.0 ± 0 2 10 9/9/97 

639 35 321 3 2 8all-4 B Door-I Door Intact Wood White 1.01: 0.28 POS 1.3: 0.4 1.0: 0.3 3.8 9/91'17 

640 3S 322 3 2 Hall-4 B Door-2 DOOir Intact Wood White 082 ± 0 26 NEG 1.0 ± 0.4 0.8 ± 0.3 4.1 9/9/97 

641 35 323 3 2 Hall-4 A 000r-3 Doc>r Intact Wood White 089±0.75 INCOM 1.0 ± 0.7 0.9 ± 0.8 5.3 9/9/97 

642 3S 324 3 2 Hall-4 C Door-4 Door Intact Wood White 0.61 ± 0.35 NEG 07 ± 0.4 0.6 ± 0 4 46 9/9/97 

643 35 325 3 2 Hall-4 D 000r-5 Casing Intact Wood White 0.52 ± 0.28 NEG 0.6 ± 0 5 0.5 ± 0.3 37 9/9/97 

644 35 326 3 2 8all-4 0 000r-6 Casil~g Intact Wood White 1.47: 0.55 POS 1.6 ± 0.5 1.5 ± 0.6 5.2 9/9/97 

645 35 317 3 2 8all-4 A Ooor-I Casing Intact Wood White 1.70 ± 0.71 POS 1.9 ± 0.6 1.7±0.7 4.8 9/9/97 

646 35 328 3 2 Hall-4 A Door-3 Jamb Intact Wood White 074 ± 0 22 NEG 0.8 ± 0 5 0.7 ± 0 2 24 9/9/97 

647 35 329 3 2 Hall-4 C Door-4 Jamb Intact Wood White 0.42 ± 0.24 NEG 0.9± 0 4 0.4 ± 0.2 3.5 9/9/97 

648 35 330 3 2 Hall-4 A Door-3 Door Intact Wood White 0.42 ± 0.23 NEG 0.9 ± 0.4 0.4 ± 0 2 32 9/9/97 

649 35 331 3 2 Hall-4 A Door-3 Door Intact Wood White 051 ± 0.33 NEG 0.4 ± 0.4 OS ± 0.3 44 9/9/97 

650 35 332 3 2 Calibrate-I A Calibrate Calibrate 1.07 ± 0.15 POS 0.8:0.5 1.1 ± 0.2 1.1 9/9/'17 

651 35 333 3 2 Calibrate-2 A Calibrate Calibrate 1.08 ± 0.26 POS 0.8±0.5 1.1 ± 0.3 2.3 9m~17 

652 35 319 6 2 Shutler Cal-I Calibrate Calibrate o OO± 0.00 O.O± 0.0 0.0 ± 0.0 0.0 9/91'/7 

653 35 320 6 2 Calibrate-l Calibrate Calibrate 1.01 ± 0.13 POS 0.6±0.4 1.0 ± 0.1 1.1 9/10197 

654 35 321 6 2 Calibrate-2 Calibrate CalIbrate 084±0.19 NEG -0.1 ± 0 5 0.8 ± 0.2 19 9/10/97 

655 35 322 6 2 Calibrate-3 Calibrate Calibrate o 8S ± 019 NEG 0.8 ± 0.4 0.9 ± 0.2 20 9110197 

656 35 323 6 2 Calibrate-4 Calibrate Calibute 1.13 ± 0.24 POS 0.6±0.5 1.1 ± 0.2 2.3 9/10/97 

657 35 324 6 2 Calibrate-5 Calibrate Calibrate 1.06 ± 0.23 POS 0.7 ± 0.4 1.1: 0.2 2.3 9/10197 

658 35 325 6 2 Bath-3 A Wall Wall Intact Drywall Beige 0.39 ± 0.21 NEG 0.5 ± 0.4 04 ± 0.2 3.5 9/10197 

659 35 326 6 2 Bath-3 C Wall Wall Intact Drywall Beige 0.36 ± 0.25 NEG 0.4 ± 0 4 04±03 4.1 9/10197 

660 35 327 6 2 Bath-3 C Door Doc>r Intact Wood White 0.04 ± 0 40 NEG 01 ± 0.6 00±04 18 9110/97 

661 35 328 6 2 Bath-3 C Door Doc>r Intact Wood White 0.08 ± 0.38 NEG 0.1 ± 0.7 01±04 24 9/10/97 

662 35 329 6 2 Bath-3 C Door Ooor Intact Wood White 0.02 ± 0.19 NEG -0.2 ± 0.7 0.0 ± 0 2 10 9/10/97 

663 35 330 6 2 Bath-3 C Door Jamb Intact Wood White 0.17±0.29 NEG -0 I ± 0.4 0.2 ± 0 3 68 9/10/97 

664 35 331 6 2 Bath-3 C Ooor Jamb Intact Wood White 008 ± 0 28 NEG 0.2 ± 0.7 01 ± 0.3 49 9/10/97 

665 35 332 6 2 Bath-3 B WlDdow Stool Intact Wood White 002 ± 0.34 NEG -0.1 ± 0.7 00±03 II 9110/97 

666 35 333 6 2 Bath-3 B Window Stool Intact Wood White 0.01 ± 0.28 NEG -0.5 ± 0.7 0.0 ± 0.3 1.0 9/10/97 

667 35 334 6 2 Bath-3 B Window Casll1g Intact Wood White o 12±038 NEG 02 ± 0.5 01±04 34 9/10/97 

668 35 335 6 Bath-3 B Window Casing Intact Wood White 014±032 NEG 0.1 ± 0.4 01 ± 0 3 5.8 9/10/97 

669 35 336 6 2 Bath-3 B Window Sasb Intact Wood White 0.25 ± 0.44 POS 2.0±0.5 2.0±0.5 6.3 9/10/97 

670 35 337 6 2 Bath-3 B Window Sash Intact Wood White 0.56 ± 0 48 NEG 10 ± 0.4 0.6 ± 0.5 80 9/10/97 

671 35 338 6 2 Bath-3 B Window Sash Intact Wood White 0.13 ± 0.16 POS 1.7± 0.4 1.7 ± 0.4 3.2 9/10/97 

672 35 339 6 2 Bath-3 B Window Mullion Intact Wood White 0.43 ± 0.20 POS 1.3 ± 0.3 1.3 ± 0.3 4.7 9/10/97 

673 35 340 6 2 Bath-3 B Window Mullion Intact Wood White 037 ± 0.35 NEG 1.0 ± 0.4 04±04 5.3 9110/97 

674 35 341 6 2 Bath-3 A CablDet Door-Out Intact Wood White 0.00±0.10 NEG 0.3 ± 0 7 0.0 ± 0 I 10 9/10/97 

675 35 342 6 2 Bath-3 A Cabinet Door-Out Intact Wood White 001±01O NEG -1.2 ±O 7 O.O±O.I 10 9110/97 

676 35 343 6 2 Bath-3 A Cabinet Door-Ins Intact Wood White 000±01O NEG 0.1 ± 0.7 0.0 ± 0 I In 9/10/97 

677 35 344 2 Bath-3 A Cabinet Door-Ins Intact Wood White 001±033 NEG 01±07 nn+111 O/IOfO" 
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678 35 345 6 2 Bath-3 A Cabinet WaH Intact Wood White 000 ± 0.10 NEG -0.1 ,l 0 6 OO±O.I 10 9/10/97 
679 35 346 6 2 Bath-3 A Cabinet WaH Intact Wood White 0.00 ± 010 NEG -0.3 ,l 0 6 O.O±O I 10 9/10/97 
680 35 347 6 2 Bath-3 A Cabinet Floor Intact Wood White 0.00 ± 014 NEG -0.1 ,l 0 6 00±01 10 9/10/97 
681 35 348 6 2 Bath-3 A Cabinet Floor Intact Wood White 0'o]±0.10 NEG -03 ,l 0 6 00 ±O.I 1.0 9/10/97 
682 35 349 6 2 Bath-3 A Cabinet OutsIde Intact Wood White 000 ± 0.10 NEG -0 I 'lO.7 0.0 ± 0 I 10 9/10/97 
683 35 350 6 2 Bath-3 A Cabinet Outside Intact Wood White OOO±O.IO NEG -02 ,l 0 7 0.0 ± 0 I 10 9/10/97 
684 35 351 6 2 Bath-2 A WaH WalI Intact DrywalI Beige 003 ± 0.28 NEG -1.I'l08 0.0 ± 0 3 26 9/10/97 
685 35 352 6 2 Bath-2 B WalI WalI Intact Drywall Beige 0.18±0.17 NEG 0.2 ,l 0.5 0.2 ± 0 5 10.0 9/10/97 
686 35 353 6 2 Bath-2 B Window Stool Intact Wood Beige 0.05 ± 0.30 NEG -0.4 ,l 0.7 0.1 ±03 17 9/10/97 
687 35 354 6 2 Bath-2 B Window Stool Intact Wood Beige 0.05 ± 0.10 POS 1.8 ,l 0.5 1.8:1:: 0.5 1.6 9/10197 
688 35 355 6 2 Bath-2 B Window Stool Intact Wood Beige 0.03 ± 0.37 NEG -04'lO.7 0.0 ± 0.4 1.8 9/10/97 
689 35 356 6 2 Bath-2 B Window Casing Intact Wood Beige 0.13 ± 0 20 NEG 0.4 ,l 0.4 0.1 ± 0.2 3.3 9/10/97 
690 35 357 6 2 Bath-2 B Window Casing Intact Wood Beige 0.08 ± 0.25 NEG -0.1 ,l 0 5 0.1 ± 0.3 2.9 9/10/97 
691 35 358 6 2 Bath-2 B Window Sash Intact Wood Beige 0.37:1:: 0.30 POS 1.3:l0.3 1.3:1:: 0.3 6.5 9/10197 
692 35 359 6 2 Bath-2 B Window Sash Intact Wood Beige 0.14:1:: 0.17 POS 1.2:l0.3 1.2:1:: 0.3 4.2 9/10197 
693 35 360 6 2 Bath-2 B Window Mullion Intact Wood Beige 0.36 :1::0.18 POS 1.2 ,l 0.3 1.2:1:: 0.3 4.2 9/10197 
694 35 361 6 2 Bath-2 B Window Mullion Intact Wood Beige 0.14:1:: 0.10 POS 1.4 ,l 0.3 1.4:1:: 0.3 2.6 9/10197 
695 35 362 6 2 Bath-2 D Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.7 ,l 0.8 0.0 ± 0.1 1.0 9/10/97 
696 35 363 6 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige 0,0] ± 0.11 NEG -0.6 ,l 0.7 O.O± 0.1 1.0 9/10/97 
697 35 364 6 2 Bath-2 0 Cabinet Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG 01 ,lO 7 O.O±O.I 1.0 9/10/97 
698 35 365 6 2 Bath-2 0 Cabinet Door-Ins Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ,l 0.7 0.0 ± 0.1 10 9/10/97 
699 35 366 6 2 Bath-2 0 Cabinet Inside Intact Wood Beige 0.02 ± 0.23 NEG 0.0 ,l 0.5 0.0 ± 0.2 23 9/10/97 
700 35 367 6 2 Bath-2 0 Cabinet Inside Intact Wood Beige 0.00 ± 0.10 NEG -1.2'lO.7 0.0 ± 0.1 1.0 9/10/97 
701 35 368 6 2 Bath-2 0 Cabinet Floor Intact Wood Brown 0.08 ± 0.10 NEG 0.2 ,l 0 5 0.2 ± 0.5 10.0 9/\0/97 
702 35 369 6 2 Bath-2 0 Cabinet Floor Intact Wood Brown 0.00 ± 0.\0 NEG 0.1 cl 0.4 0.0 ± 0 I 10 9/10/97 
703 35 370 6 2 Bath-2 0 Cabinet Outside Intact Wood Brown 0.00±0.14 NEG -0.7 cl 0.7 0.0 ±o I 1.0 9/10/97 
704 35 371 6 2 Bath-2 0 Cabinet Outside Intact Wood Brown O.OO±O.IO NEG -OH06 0.0 ±O I 10 9/10/97 
705 35 372 6 2 Bath-2 0 WalI WalI-Rgstr Intact Metal White 0.00±0.10 NEG 0.3 ,l 0.8 0.0 ±o I 1.0 9/\0/97 
706 35 373 6 2 Bath-2 0 WalI Wall-Rgstr Intact Metal White 0.00 ± 0.\0 NEG -0 I cl 0.9 0.0 ±O.I 1.0 9/10/97 
707 35 374 6 2 Bath-2 A Door Door Intact Wood White 0.06 ± 0.25 NEG 0.2 cl 0 6 0.1 ± 0.3 1.8 9/10/97 
708 35 375 6 2 Bath-2 A Door Door Intact Wood White 0.13:1:: 0.28 POS 2.2 cl 0.6 2.2 :1::0.6 3.3 9/10197 
709 35 376 6 2 Bath-2 A Door Casing Intact Wood White 0.05 ± 0.42 NEG 0.1 cl 0 7 0.1 ± 0.4 2 I 9/10/97 
710 35 377 6 2 Bath-2 A Door Casing Intact Wood White 0.05 ± 0.27 NEG 0.0 cl 0 5 0.1 ± 0.3 20 9/10/97 
711 35 378 6 2 Bath-2 A Door Jamb Intact Wood White 0.10 ± 0.36 NEG -0.5 cl 0.5 0.1 ± 0.4 3.1 9/10/97 
712 35 379 6 2 Bath-2 A Door Jamb Intact Wood White 0.18 ± 0.37 NEG -0.1 clO.4 0.2 ± 0.4 4.8 9/\0/97 
713 35 380 6 2 Bath-2 A Door Jamb Intact Wood White 0.03 ± 0.12 NEG -0.1 clO.6 00 ±O.I 1.0 9/10/97 
714 35 381 6 I Garage-Int. C 000r-2 Door Intact Wood White 0.00 ± 0.10 NEG -0.3 cl 0.7 0.0 ±O.I 10 9/\0/97 
715 35 382 6 I Garage-Int. C 000r-2 Door Intact Wood White 0.00 ± 0.10 NEG -0.5 cl 0.6 O.O±O I 1.0 9/\0/97 
716 35 383 6 I Garage-Int. C 000r-2 Jamb Intact Wood White 0.00 ± 0.\0 NEG 00clO.7 0.0 ± 0.1 10 9/\0/97 
717 35 384 6 I Garage-Int. C 000r-2 Jamb Intact Wood White 0.00 ± 0.10 NEG -0 I clO.7 0.0 ± 0 I 10 9/10/97 
718 35 385 6 I Garage-Int. C 000r-2 Casing Intact Wood White 0.00 ± 0.\0 NEG 02cl05 0.0 ± 0 I 10 9/10/97 
719 35 386 6 I Garage-Int. C 000r-2 Casing Intact Wood White 0.00 ± 0.\0 NEG -0.1 cl 0 6 O.O± 0.1 10 9/10/97 
720 35 387 6 I Garage-Int. A Ooor-I Casing Intact Wood White 0.01 ± 0.\0 NEG -0.HO.7 O.O± 0.1 10 9/\0/97 
721 35 388 6 I Garage-Int. A Ooor-I Casing Intact Wood White 0.01±0.10 NEG -0.1 c< 0.7 00±0.1 1.0 9/10/97 
722 35 389 6 I Garage-Int. A Ooor-I Jamb Intact Wood White O.OO± 0.10 NEG 0.0 c< 0.6 00±01 1.0 9/10/97 
723 35 390 6 I Garage-Int. A Ooor-I Jamb Intact Wood White 0.01 ± 0.21 NEG 0.3 c< 0 7 00 ± 0.2 1.0 9/\0/97 
724 35 391 6 I House-Ext A Wall Tile Intact Masonite White 0.00 ± 0.10 NEG -0.7 c< 0.8 O.O± 0.1 1.0 9/\0/97 
725 35 392 6 I House-Ext B Wall Tile Intact Masonite White 0.01±0.17 NEG -0.5 c< 0.8 0.0 ± 0.2 1.0 9/10/97 
726 35 393 6 1 House-Ext B Window Stool Peeling Wood White 0.39 ± 0.10 NEG 1.1 c<04 0.4 ± 0.1 1.3 9/\0/97 
727 35 394 6 I House-Ext B Window Stool Peeling Wood White 0.24:1:: 0.17 POS 2.5:< 0.7 2.5:1:: 0.7 1.9 9110197 
728 35 395 6 1 House-Ext B Window Stool Peeling Wood White 3.45:1:: 2.64 POS 28.4:< 3.5 28.4:1:: 3.5 7.3 9/10197 
729 35 396 6 1 House-Ext B Window Casing Peeling Wood White »5.0:1:: 1.00 POS 26.2:< 3.5 26.2:1:: 3.5 9.2 9/10197 
730 35 397 6 1 House-Ext B Window Casing Peeling Wood White »5.0:1:: 1.00 POS 28.5:< 3.5 28.5 :1::3.5 10.0 9/10197 
731 35 398 6 1 House-Ext B Window Sash-Ext Peeling Wood White »5.0:1:: 1.00 POS 19.9:< 3.1 19.9:1:: 3.1 10.0 9/10197 
732 35 399 6 1 House-Ext B Window Sash-Ext Peeling Wood White 4.19:1:: 1.91 POS 23.2:< 3.1 23.2:1:: 3.1 8.7 9/10197 
733 35 400 6 1 House-Ext B Window Mullion Peeling Wood White 0.58:1:: 1.18 POS 10.7:< 2.4 10.7:1:: 2.4 3.8 9/10197 
734 35 401 6 1 House-Ext B Window Mullion Peeling Wood White 1.63:1:: 1.88 POS 13.7:< 2.5 13.7:1:: 2.5 4.5 9/10197 
735 35 402 6 I House-Ext B Wall Crawlspace-WIn Intact Metal White 0.01±0.10 NEG 0.1:< 0 9 00 ±O.I 1.0 9/\0/97 
736 35 403 6 I House-Ext B Wall Crawlspace-win Intact Metal White 0,0] ± 0.10 NEG 0.2 c< 0.6 O.O± 0.1 1.0 9/10/97 
737 35 404 6 I House-Ext B Wall Downspout Intact Metal White 0.01±0.10 NEG 0.2:< 0 7 O.O± 0.1 1.0 9/10/97 
738 35 405 6 I House-Ext B Wall Downspout Intact Metal White 0.02 ± 0.11 NEG 0.1 c< 0 8 00 ± 0.1 10 9/10/97 
739 35 406 6 1 House-Ext A Wall Trim-Lwr Intact Metal White »5.0:1:: 1.00 POS 21.5:< 3.3 21.5:1:: 3.3 4.7 9/10197 
740 35 407 6 1 House-Ext A Wall Trim-Lwr Intact Metal White »5.0:1:: 1.00 POS 25.2:< 3.6 25.2 :1::3.6 4.7 9110197 
741 35 408 6 1 Porch-I-ext A Porch Columns Intact Wood White »5.0:1:: 1.00 POS 23.2:< 3.0 23.2:!: 3.0 10.0 9/10197 
742 35 409 6 1 Porch-I-ext A Porch Columns Intact Wood White »5.0:1:: 1.00 POS 17.0:< 2.9 17.0:1:: 2.9 7.9 9/10197 
743 35 410 6 I Porch-I-ext. A Porch Trim-Lwr Intact Wood White 0.00 ± 0.10 NEG -0.110.6 0.0 ± 0.1 1.2 9/\0/97 
744 35 411 6 I Porch-I-ext. A Porch Trim-Lwr Intact Wood White OOO±O.IO NEG -0210.7 00±01 10 9/10/97 
745 35 412 6 I Porch-I-ext. A Porch Floor Intact Wood Grey OOO±O 10 NEG -04 i 0 8 00 ± 0.1 10 9/10/97 

737 
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746 35 413 6 I Porch-I-(~xt. A Porch Floor Intact Wood Grey 0.01 ± 0.22 NEG 03 ± 0.6 00 ± 0.2 10 9110/97 
747 35 414 6 I Porch-I-.~xt. A Porch Wall Intact Wo~,d White 0.00 ± 0.10 POS 4.2 ± 1.3 4.2 ± 1.3 1.0 9/10197 
748 35 415 6 I Porch-I-oext. D Porch Wall Intact Wood White 0.01 ± 0.27 POS 3.2± 0.9 3.2 ± 0.9 1.0 9/10/97 
749 35 416 6 I Porch-I-.ext. D Porch Rail-cap Intact Wood Black 0.41 ± 0.44 POS 2.7 ± 0.9 2.7 ±0.9 9.4 9/10/97 
750 35 417 6 I Porch-I-.ext. D Porch Rail-cap Intact Wood Black 0.49 ± 0.38 POS 2.4 ± 0.6 2.4 ± 0.6 10.0 9/10197 
751 35 418 6 1 Porch-I-.ext. D Porch Lattice Intact Wood Black »5.0 ± 1.00 POS 27.1 ± 3.4 27.1:1: 3.4 5.3 9/10/97 
752 35 419 6 I Porch-I-.ext. D Porch Lattice Intact Wood Black »5.0:1: 1.00 POS 28.3:1: 3.6 28.3:1: 3.6 5.8 9/10/97 

753 35 420 6 I Porch-I-(~xt. D Door Door Intact Wood White 0.00 ± 0.10 NEG 0.1 ± 0.7 O.O±O.I l.0 9/10/97 

754 35 421 6 I Porch- I -(~xt. D Door Door Intact Wood White 000±0.I5 NEG -0.2 ± 0 6 00 ± 0.2 1.0 9/10/97 

755 35 422 6 1 Porcb-I-.ext. D Door Casing Intact Wood Black »5.0:1: 1.00 POS 22.0:1: 3.4 22.0:1: 3.4 7.3 9/10/97 

756 35 423 6 1 Porch-I-oext. D Door Casing Intact Wood Black »5.0:1: 1.00 POS 26.1:1: 3.2 26.1:1: 3.2 10.0 9/10/97 

757 35 424 6 1 Porch-I-Iext. D Door Jamb Intact Wood Black »5.0± 1.00 POS 19.3:1: 3.3 19.3:1: 3.3 2.6 9/10/97 

758 35 425 6 I Porch-I-lex!. D Door Jamh Intact Wood Black »5.0:1: 1.00 POS 22.9:1: 3.2 22.9:1: 3.2 4.7 9110/97 

759 35 426 6 I Porch-I-lex!. D Porch Awning Peeling Met.aI White 1.87 ± 2.01 POS 5.3:1: 1.7 5.3:1: 1.7 4.4 9/10/97 

760 35 427 6 1 Porch-I-lex!. D Porch Awning Peeling Metal White 3.18:1: 2.92 POS 7.2:10 1.8 7.2:1: 1.8 6.6 9/10197 

761 35 428 6 I Porch-I-(~xt. 0 Porch Mid-Awning Peeling Met,lI White 0.01 ±0.13 NEG 0.3±0.7 O.O±O I 1.0 9/10/97 

762 35 429 6 I Porch-I-(~xt. D Porch Mid-Awning Peeling Met,al White OOI±O.lO NEG -02±0.7 00±01 2.4 9/10/97 

763 35 430 6 I House-Ext D Wall Tile Intact Masonite White 0.09 ± 0.10 NEG -0.3 ± 0 8 0.1 ±O.I 6.7 9/10/97 

764 35 431 6 I House-Ext C Wall Tile Intact Masonite White 0.06 ± 0 33 NEG -0.7 ± 0.8 0.1 ± 0.3 3.3 9/10/97 

765 35 432 6 I Porch-I C Porch Awning Intact Metal White O.OO± 0.10 NEG -0.3 ± 0 6 O.O±O.I 1.0 9/10/97 

766 3S 433 6 I Porch-I C Porch Awning Intact Met,!! White O.OO±O.IO NEG -0.1 ± 0.5 OO±O.I l.0 9/10/97 

767 35 434 6 I House-Ext C House Elec-condu. Intact Metal White 0.68:1: 0.38 POS 1.2 ± 0.4 1.2:1: 0.4 8.4 9/10197 

768 35 435 6 1 House-E:xt C House Elec-condu. Intact Metal White 0.99:1: 0.64 POS 1.1 ± 0.5 1.1:1: 0.5 10.0 9110197 

769 35 436 6 I House-E:xt C House Elec-Panel Intact Metal White »5.0:1: 1.00 POS 23.4± 3.3 23.4:1: 3.3 8.6 9/10/97 

770 35 437 6 I House-E:xt C House Elec-Panel Intact Metal White 3.97:1: 2.12 POS 19.7:1:3.1 19.7:1:3.1 10.0 9/10/97 

771 35 438 6 I House-Ext C Door Door Intact Wood White 009±010 NEG 0.3 ± 0.6 03±06 8.7 9110/97 

772 35 439 6 I House-Ext C Door Door Intact Wood White OOO±O 10 NEG 02±06 O.O±O.I l.0 9/10/97 

773 35 440 6 I House-Ext C Door Casing Intact Wood WhIte 003 ± 0.10 NEG 0.2 ± 0.6 0.0 ± 0.1 1.0 9/10197 

774 35 441 6 I House-Ext C Door Casing Intact Wood White 002±O.lO NEG -0.5 ± 06 0.0 ± 0.1 l.0 9/10/97 

775 35 442 6 I House-Ext C Door Jamb Intact Wood White 002±0.10 NEG -0 I ± 0.7 00 ± 0.1 10 9/10/97 

776 35 443 6 I House-Ext C Door Jamb Intact Wood White 001 ± 0.10 NEG O.O± 0.7 OO± 0.1 10 9110197 

777 35 444 6 I House-Ext A Garage Downspout Intact Metal White 000 ± 0.11 NEG 0.1 ± 0 3 O.O±O.I 1.0 9/10/97 

778 35 445 6 I House-Ext A Garage Downspout Intact Metal White OOO±O.IO NEG -0 I ± 06 00±01 10 9/10/97 

779 35 446 6 1 Porch-2 A Porch Columns Peeling Wood White 3.64:1: 2.45 POS 23.4:1: 3.2 23.4:1: 3.2 10.0 9/10/97 

780 35 447 6 I Porch-2 A Porch Columns Peeling Wood White »5.0:1: 1.00 POS 25.7:1: 3.6 25.7:1: 3.6 10.0 9/10/97 

781 35 448 6 I Porch':! A Porch Floor Peeling Wood Grey 0.00 ± 0.10 NEG -06 ± 0.8 OO±O.I \.0 9/10/97 

782 35 449 6 I Porch-:! A Porch Floor Peeling Wood Grey 000±0.16 NEG 0.2 ± 0 7 0.0 ± 0.2 1.0 9/10/97 

783 35 450 6 1 Porch-2 A Porch Trim-Lwr Peeling Wo~,d White 0.01:1: 0.10 POS 4.0:1: 1.2 4.0:1: 1.2 1.0 9/10/97 

784 35 451 6 1 Porch-2 A Porch Trim-Lwr Peeling Wood White 4.44:1: 1.66 POS 29.8:1: 3.6 4.4:1: 1.7 7.8 9/10197 

785 35 452 6 I Porch-:! A Porch Trim-Lwr Peeling Wood White 0.02 ± 0.10 NEG -0.1 ± 0.7 O.O± 0.1 1.0 9/10/97 

786 35 453 6 1 Porch-2 A Wall Wall Intact Wood White 0.00:1: 0.10 POS 3.4:1:0.9 3.4:1: 0.9 1.0 9/10/97 

787 35 454 6 I Porch-:2 A Wall Wall Intact Wood White 0.00:1: 0.10 POS 4.5:1: 1.2 4.5:1: 1.2 1.0 9/10/97 

788 35 455 6 1 Porch-:2 A Porch Lattice Intact Wood Black »5.0:1: 1.00 POS 26.0:1: 3.5 26.0:1: 3.5 5.3 9110/97 

789 35 456 6 1 Porch-2 A Porch Lattice Intact Wood Black »5.0:1: 1.00 POS 20.9:1: 3.3 20.9:1: 3.3 5.8 9/10197 

790 35 457 6 1 Porch-:2 A Porch Awning Peeling Mellal White 3.53:1: 2.57 POS 5.7:1: 2.0 5.7 :1:2.0 10.0 9/10/97 

791 35 458 6 1 Porch-:2 A Porch Awning Peeling Metal White »5.0:1: 1.00 POS 11.9:1: 2.7 11.9:1: 2.7 9.8 9/10197 

792 35 459 6 2 House-E:xt A Fascia Fascia Peeling Metal White »5.0:1: 1.00 POS 28.3:1: 3.4 28.3:1: 3.4 3.9 9/10/97 

793 35 460 6 2 House-Ext A Fascia Fascia Peeling Metal White »5.0:1: 1.00 POS 25.2:1: 3.5 25.2:1: 3.5 5.4 9/10197 

794 35 461 6 2 House-Ext A Wall Guller Peeling Metal WhIte o 14±033 NEG -0.6 ± 0 5 01±03 S 3 9/10/97 

795 35 462 6 2 House-Ext A Wall Gutter Peeling Metal White 0.03 ± 0.16 NEG -0.7 ± 0.8 00 ± 0.2 1.5 9/10197 

796 35 463 6 2 House-Ext B Soffit Soffit Peeling Wood White »5.0:1: 1.00 POS 20.8:1: 2.8 20.8:1: 2.8 8.3 9110/97 

797 35 464 6 2 House-E,xt B Soffit Soffit Peeling Wo~,d White »5.0:10 1.00 POS 20.8± 3.1 20.8:1: 3.1 10.0 9/10/97 

798 35 465 6 1 Porch-2 B Porch-Upr Trim-upper Peeling Wood White »5.0:1: 1.00 POS 24.9:1:3.4 24.9:1: 3.4 3.8 9/10197 

799 35 466 6 1 Porch-:2 B Porch-Upr Trim-upper Peeling Wood White 4.13:1: 1.97 POS 20.6:1: 3.1 20.6:1: 3.1 4.0 9/10/97 

800 35 467 6 1 House-Ext C Wall Trim-upper Peeling Wo~,d White »5.0:1: 1.00 POS 24.2± 3.3 24.2:1: 3.3 9.5 9110/97 

801 35 468 6 1 House-E:xt C Wall Trim-upper Peeling Wood White »5.0:1: 1.00 POS 23.8:1: 3.3 n.8:1: 3.3 10.0 9/10197 

802 35 469 6 I House-Ext A Yard Vent-pipe Intact Metal Brown 0.03 ± 0.22 NEG -0.3 ± I 0 00 ±0.2 2.3 9/10197 

803 35 470 6 1 House-Ext A Yard Vent-pipe Intact Metal Brown o 03± 0 25 NEG -0.7 ± 1.1 00 ± 0.3 20 9/10/97 

804 35 471 6 I Calibrahl-1 Calibrate Calibrate 1.01:1: 0.13 POS 0.5:1:0.5 1.0:1: 0.1 1.0 9/10/97 

805 35 472 6 I Calibrate-2 Calibrate Calibrate 096 ± 0.21 NEG o 4± 0.4 10±0.2 2.1 9/10/97 

806 3S 334 3 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0.0 0.0 ± 00 0.0 9/9/97 

807 35 335 3 I Calibrat'e-l Calibrate Calibrate 1.02:1: 0.14 POS 0.8:1:0.5 1.0:1: 0.1 1.0 9/10197 

808 35 336 3 I Calibrate:-2 Calibrate Calibrate 094 ± 0.21 NEG 04±0.4 09 ± 0.2 1.9 9/10/97 

809 35 337 3 I Porcb-:2 A Porch Columns Intact Wood White »5.0:1: 1.00 POS 23.9:1: 3.8 n.9:1: 3.8 6.8 9110/97 

8\0 35 338 3 2 Hall-4 B Wmdow Apron Intact Wood White 0.60± 0 30 NEG 0.7 ± 0.5 0.6 ± 0.3 3.8 9/10/97 

811 35 339 3 2 Hall-4 B Window Apron Intact Wood White 0.43 ± 0 20 NEG -0.1 ± 0.5 04±02 2.8 9/10/97 
812 35 340 3 2 Hall-4 B Wmdow Stool Intact Wood White 051 ±0.32 NEG 0.9 ± 0 5 05±03 4' 9/10/97 
813 35 341 2 Hall·4 B Window Stnnl Intart Wn('lti Whitp 11 ,,'+ I1U l ... n::;'r. IlV ... {\.c:: 
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814 35 342 3 2 Hall-4 B Wmdow Stool Intact Wood White 0.65 ± 0.49 NEG 10±05 0.7 ± 0 5 6.0 9110/97 
815 35 343 3 2 Hall-4 B Window Casing Intact Wood White 077 ± 0 38 NEG 03±05 08±04 46 9110/97 
816 35 344 3 2 Hall-4 B Window CasIng Intact Wood WhIte 066 ± 0 45 NEG I I ± 0.4 07±05 66 9/10/97 
817 35 345 3 1 Hall-4 II: Window Sash Inlact Wood White 0.90± 0.74 POS 2.4 ± 0.7 2.4 ± 0.7 6.5 9/10/97 
818 35 346 3 1 11.11-4 II: Window Sash Intact Wood White 0.50± 0.27 POS 2.2 ± 0.5 2.2 ± 0.5 3.6 9/10/97 
819 35 347 3 2 11.11-4 II: Window Trough Peeling Wood Wbite 2.65± 3.45 POS 19.5 ± 3.6 19.5% 3.6 3.5 9/10/97 
820 35 348 3 2 lIall-4 1\: Window Trougb Peeling Wood Wbite »5.0± 1.00 POS 22.2 ± 3.8 22.2 ± 3.8 8.2 9/10/97 
821 35 349 3 2 Hall-4 1\: Window Mullion Peeling Wood White 0.61 ± 0.21 POS 1.5 ± 0.4 1.5± 0.4 4.0 9/10/97 
822 35 350 3 2 Hall-4 B Window Mulhon Peeling Wood White 0.54 ± 0.22 NEG 10 ± 0.5 0.5 ± 0.2 29 9/10/97 
823 35 351 3 2 lIall-4 1\: Window Mullion Peeling Wood White 0.98 ± 0.34 POS 2.4± 0.6 2.4 ± 0.6 3.1 9/10/97 
824 35 352 3 2 Hall-4 D Closet-I Door Intact Wood While 0.20 ± 0.26 NEG 05±0.4 0.2 ± 0 3 3.7 9/10/97 
825 35 353 3 2 Hall-4 D Closet-I Door Intact Wood White 0.45 ± 0.44 NEG 04±04 05 ± 0.4 5.7 9/10/97 
826 35 354 3 2 Hall-4 D Closet-dr I Casing Intact Wood White 0.39 ± 0.21 NEG 0.3 ± 0.4 04 ± 0.2 2.9 9/10/97 
827 35 355 3 2 Hall-4 D Closet-dr.1 Casing Intact Wood White 0.27±0 16 NEG 02±0.4 0.3 ± 0.2 24 9/10/97 
828 35 356 3 2 Hall-4 D Closel-dr.1 lamb Intact Wood White 0.51 ±063 NEG 03±0.4 0.5 ± 0.6 76 9/10/91 
829 35 357 3 2 HalH D Closet-dr. I lamb Intacl Wood WhIte 0.34 ± 0.23 NEG -0 I ± 0 4 0.3 ± 0.2 33 9/10/91 
830 35 358 3 2 lIall-4 A Closet-I Baseboard Inlact Wood White 1.09 ± 0.57 POS 1.1 ± 0.5 1.1 ± 0.6 6.1 9/10/91 
831 35 359 3 2 HalH B Closet-I Baseboard Intact Wood White 035 ± 0 28 NEG 1.0 ± 0 4 04 ± 0.3 4 I 9/10/91 
832 35 360 3 2 Hall-4 C Closet-I Baseboard Intact Wood WhIte 0.62 ± 0.35 NEG 09 ± 0.4 0.6 ± 04 4.4 9/10/91 
833 35 361 3 2 Hall-4 B Closet-I Shelf Intact Wood White 001 ± 0.27 NEG -0.1 ±O 7 0.0 ± 0.3 1.0 9/10/97 
834 35 362 3 2 Hall-4 B Closet-I Shelf Intact Wood White 0.02 ± 0.43 NEG -03 ± 0.6 o.o± 0 4 1.2 9/10/91 
835 35 363 3 2 Hall-4 B Closet-I Wall Intact Drywall White 0.32 ± 0.30 NEG 02±0.4 03 ± 0.3 4.4 9/10/97 
836 35 364 3 2 Hall-4 C Closet-I Wall Inlact Drywall White 0.33 ± 0.30 NEG 0.3 ± 0.4 03 ± 0.3 44 9110/91 
837 35 365 3 2 HalH A Closet-I Elec-condu. Intact Melal White 0.07± 0.10 NEG 05 ± 0.5 0.1 ± 0.1 1.7 9/10/97 
838 35 366 3 2 Hall-4 A Closet-I Elec-condu. Intact Metal White 0.09 ± 0.10 NEG 1.0± 0.6 0.1 ± 0 I 1.5 9110/91 
839 35 367 3 2 Hall-4 A Closet-I Elec.-Out. Intact Metal White 0.10 ± 0.28 NEG 00 ± 0.8 0.1 ± 0 3 2.8 9110/97 
840 35 368 3 2 Hall-4 A Closet-I Elec.-Out. Intact Metal White 0.04 ± 0 \3 NEG 0.0 ± 0.9 00 ± 0.1 1.3 9110/91 
841 35 369 3 2 Hall-4 B Closet-I Coatrack Intact Metal White 0.07 ± 0.24 NEG -02 ± I I 01 ± 0.2 20 9/10/91 
842 35 370 3 2 Hall-4 B Closet-I Coatrack Intact Metal White 01l±012 NEG 03 ± 0.6 0.1 ±O.I 24 9110/91 
843 35 371 3 2 Hal 1-4 A Closet-2 Door Intact Wood White 0.39 ± 0.18 NEG 05 ± 0.4 0.4 ± 0.2 25 9/10/91 
844 35 372 3 2 Hall-4 A Closet-2 Door Intact Wood White 0.42±0.19 NEG 0.5 ± 0.4 0.4 ± 0.2 27 9/10/91 
845 35 373 3 2 Hall-4 A Closet-2 Casing Intact Wood White 0.14± 0.18 NEG -04 ± 0.6 0.1 ± 0 2 1.3 9110/91 
846 35 374 3 2 Hall-4 A Closet-2 Casing Intact Wood White 003 ± 0.10 NEG -0.1 ±0.7 00 ± 0.1 10 9/10/91 
841 35 375 3 2 Hall-4 A Closet-2 lamb Intact Wood White 0.21 ± 0.17 NEG 0.3 ± 0.4 0.3 ± 0.2 2.5 9/10/91 
848 35 316 3 2 Hall-4 A Closet-2 lamb Intact Wood White 0.15 ± 0.19 NEG .0 I ±0.7 0.2 ± 0.2 15 9/10/91 
849 35 377 3 2 Hall-4 A Closet-2 Baseboard Intact Wood White 0.02 ± 0.16 NEG 0.2 ± 0.7 00 ± 0.2 10 9/10/91 
850 35 378 3 2 Hall-4 A Closet-2 Baseboard Intact Wood While 016 ± 0.33 NEG 02±06 02 ± 0.3 2.7 9/10/91 
851 35 379 3 2 Hall-4 A Closel-2 Shelf Intacl Wood While O.OO±O.IO NEG -02 ± 0.6 0.0 ± 0.1 10 9/10/91 
852 35 380 3 2 Hall-4 A Closcl-2 Shelf Inlacl Wood White 002±0.10 NEG .0 I ±O 6 O.O±O.I 34 9110/91 
853 35 381 3 2 Ha1l·4 A Closel-2 Wall Intacl Wood While 0.48 ± 0.39 NEG 01±0.4 0.5 ± 0.4 54 9/10/91 
854 35 382 3 2 Hall-4 A Closel-2 Wall Intact Wood While 0.27 ± 0.23 NEG 02±0.4 03 ± 0.2 31 9/10/91 
855 35 383 3 2 Hall-4 A Closet-2 Wall Inlacl Drywall While 0.52 ± 040 NEG 06±04 05 ± 0.4 5.4 9110/91 
856 35 384 3 2 Hall·4 A Closel-2 Wall Inlact Drywall White 0.39 ± 0.34 NEG .0 I ± 04 04±03 4.8 9/10/91 
857 35 385 3 2 Hall-4 A Wall Chair-rail Intact Wood White 0.00 ± 0.11 NEG 02 ± 0.6 0.0 ± 0 2 1.0 9/10/91 
858 35 386 3 2 Hall-4 B Wall Chair-rail Intact Wood White O.OO± 0.14 NEG .0.4 ± 0.6 O.O± 0.1 1.0 9/10/91 
859 35 387 3 2 lIall-4 B Wall Baseboard Intac! Wood White 1.01 ± 0.64 POS 1.6 ± 0.5 1.6 ± 0.5 8.1 9/10/91 
860 35 388 3 2 Hall·4 A Wall Baseboard Intact Wood White 053 ± 0.38 NEG 1.0 ± 0.4 0.5 ± 0.4 5.2 9/10/91 
861 35 389 3 2 Hall-4 C Wall Baseboard Intact Wood White 1.03 ± 0.50 POS 1.2 ± 0.5 1.0± 0.5 5.5 9/\0197 
862 35 390 3 2 Hall·4 C CeIling Ovrhd-Door Intact Wood White 0.50 ± 0.34 NEG 08 ± 0.3 0.8 ± 0.3 10.0 9110/97 
863 35 391 3 2 Hall·4 C Ceiling Ovrhd-Door Intact Wood White 009 ± 043 NEG 0.1 ±06 0.1 ± 0 4 34 9/10/97 
864 35 392 3 2 Hall-4 C Wall Chair Rail Intact Wood White 006±010 NEG .0 I ± 0 7 01 ± 0 I 5.7 9/10/97 
865 35 393 3 2 Hall·4 C Wall Chair RaIl Inlacl Wood White 0.01 ± 010 NEG .0.2 ± 0.7 0.0 ± 0.1 1.0 9/10/97 
866 35 394 3 2 Hall-4 D Floor Floor Intact Wood VarnIsh O.OO±O.IO NEG -0.1 ±0.7 OO±O.I 1.0 9/10/97 
867 35 395 3 2 Hall-4 C Floor Floor Intact Wood Varnish 000 ± O. \0 NEG -03±07 0.0 ± 0 I 10 9/10/91 
868 35 396 3 2 Hall-4 C Closet-I Floor Intact Wood Varnish OOO± 0.10 NEG -0.4 ± 0.7 00 ± 0.1 1.0 9110191 
869 35 397 3 2 Hall-4 B Closet-I Floor Intact Wood Varnish O.OO± 010 NEG 0.2 ± 0 7 O.O±O.I 10 9/10/97 
810 35 398 3 2 Hall-4 A Floor Floor Intact Wood Varnish 003±010 NEG .02 ± 0 7 00 ± 0.1 2 I 9/10/97 
871 35 399 3 2 Hall-4 A Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 02±06 O.O±O I 10 9/10/91 
872 35 400 3 2 Hall·4 D Floor Flr-Regstr Intact Metal Grey 0.02 ± 0.10 NEG -0.4 ± 1.1 0.0 ± 0 I 1.0 9110/97 
873 35 401 3 2 Hall-4 0 Floor Flr-Regstr Intact Metal Grey 0.06 ± 0 26 NEG -0 I ± I 0 01 ± 0.3 2 I 9/10/97 
874 35 402 3 I litoom-I A Ceiling Ceiling Inlacl Drywall White 0.64 ± 0.46 POS 1.0 ± 0.4 1.0± 0.4 9.6 9/10/97 
875 35 403 3 I Room-I A Ceiling CeIling Intact Drywall WhIle 0.31 ± 0.45 NEG I I ± 0.5 0.3 ± 0.5 71 9/10/97 
876 35 404 3 I Room-I A Ceiling Ceiling Inlact Drywall White 0.53 ± 0.56 NEG 1.1±05 0.5 ± 0.6 7 I 9/10/91 
877 35 405 3 I Room-I B Ceiling Crown-mold Inlacl Wood White OOO±O.lO NEG 0.5 ± 0 4 00±01 10 9/10/91 
878 35 406 3 I Room-I B Ceiling Crown-mold Intact Wood White 002 ± 017 NEG 0.6 ± 0 4 00±02 1.6 9/10/91 
879 35 407 3 I Hall-I B Ceihng Crown-mold Intact Drywall White 0.43 ± 0 51 NEG 03 ± 0.5 04±06 74 9/10/91 
880 35 408 3 1 Hall-l B Ceiling Crown-mold Intact Drywall White 0.81 ± 0.52 POS 1.6±0.4 1.6 ±0.4 10.0 9110197 
881 35 409 3 I Hall-I B Ceiling Crown-mold Intact Drywall While o 22± 0 30 NEG 08±05 02±03 45 9/10/91 

739 
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882 35 410 3 I Porcb-2 I~ Ceiling Ceiling Intact Wood Wbite 2.57 ± 3.53 POS 8.6 ± 2.5 8.6±2.S 3.9 9/10/97 
883 35 411 3 1 Porcb-:t I~ Ceiling Ceiling Intact Wood Wbite »5.0± 1.00 POS 10.5 ± 2.9 10.5 ± 2.9 5.4 9/10197 
884 35 412 3 I Hall-2 B Ceiling Ceiling Intact Drywall White 0.19±01O NEG 0.2 ± 0 7 0.2 ± 0.7 100 9/10/97 
885 35 413 3 I Hall-2 B Ceiling Ceiling Intact Drywall White 0.01 ± 0.10 NEG 0.1 ± 0.6 0.0 ± 0.1 1.0 9/10/97 
886 35 414 3 1 Room-2 H Ceiling Ceiling Intact Drywall White 1.17 ± 0.92 POS 2.6 ± 0.8 2.6± 0.8 9.7 9/10/97 
887 35 415 3 1 Room-:t l~ Ceiling Ceiling Intact Drywall White 0.51 ± 0.41 POS 2.9±0.9 2.9 ± 0.9 10.0 9110/97 
888 35 416 3 I Bath-I B Ceiling Ceiling Intact Drywall White 0.01 ± 0.10 NEG -02±0.7 OO± 0.1 1.0 9/10/97 
889 35 417 3 1 Bath-I B Ceiling Ceiling Intact Drywall White 0.02 ± 019 NEG -0.1 ± 0.8 0.0 ± 0.2 1.0 9/10/97 
890 35 418 3 I Kitchen·· I B Ceiling Ceiling Intact Drywall White O.OO±O.IO NEG -03 ± 0.7 O.O± 0 I 10 9110/97 
891 35 419 3 I Kitchen·· I B Ceiling Ceiling Intact Drywall WhIte O.OO±O.IO NEG -0.5 ± 0 8 OO± 0.1 1.0 9/10/97 
892 35 420 3 I Hall-2 B Closet Ceiling Intact Drywall White 005 ± 0.29 NEG 0.0 ± 0 7 01 ± 0.3 32 9110/97 
893 35 421 3 I Hall-2 B Closet Ceiling Intact Drywall White O.OO±O 10 NEG -0.1 ± 0.6 O.O± 0.1 1.0 9/10/97 
894 35 422 3 I Room-2 B Closet Ceiling Intact Drywall Wh,te 012 ± 0.30 NEG -0.7 ± 0.6 0.1 ± 0.3 6 I 9/10/97 
895 35 423 3 I Room-2 B Closet Ceiling Intact Drywall Wh,te 003010 0 27 NEG 02 ± 0.7 0001003 2 I 9/10/97 
896 35 424 3 I Kitchen·· I A Closet-I Ceiling Intact Wood Wh,te 002 ± 0.20 NEG -02 ± 0 6 000100.2 1.0 9110197 
897 35 425 3 I Kitchen··1 A Closet-I Ceiling Intact Wood White 0.00 ± 0.17 NEG -0.2 ± 0.5 0.0 ± 0.2 10 9/10/97 
898 35 426 3 I Kitchen·· I A Closet-2 Ceiling Intact Wood White 002 ± 0.15 NEG -0.1 ± 0.6 0.0 ± 0.2 1.0 9110197 
899 35 427 3 I Kitchen·· I A Closet-2 Ceiling Intact Wood White 001 ±O.IO NEG 0.1 ± 0.6 0.00100.1 1.0 9110/97 
900 35 428 3 I Room-3 A CeIling Ceiling Intact Drywall White 0.12 ± 0.29 NEG 03 ± 0.6 0.1 ± 0.3 57 9/10/97 
901 35 429 3 1 Room-:I A Ceiling Ceiling Intact Drywall White 0.68 ± 0.44 POS 1.1 ± 0.4 1.1 ± 0.4 10.0 9/10197 
902 35 430 3 I Room-3 A Ceiling Ceiling Intact Drywall WhIte 0.62 ± 0 39 NEG 10±04 0.6 ± 0.4 7.1 9/10/97 
903 35 431 3 I Room':l A Ceihng Crown-mold Intact Wood White 0.04± 010 NEG -0.1 ± 0.6 O.O± 0.1 3.8 9/10/97 
904 35 432 3 I Room-3 A Ceiling Crown-mold Intact Wood White 0.01 ± 010 NEG 0.5 ± 0.4 0.0 ± 0.1 10 9/10/97 
905 35 433 3 I Hall-3 A Ceiling Crown-mold Intact Wood White 0.04 ± 0.26 NEG 03 ± 0.6 0.0 ± 0 3 2.7 9/10/97 
906 35 434 3 I Hall-3 D Ceiling Crown-mold Intact Wood White 0.01 ± 0.10 NEG 0.7 ± 0 4 O.O±O.I 1.0 9110/97 
907 35 435 3 I Hall-3 D Ceiling Ceihng Intact Drywall Wh,te 044 ± 0.41 NEG I I ± 0.4 0.4 ± 0 4 6.9 9/10/97 

908 35 436 3 1 HaU-3 A Ceiling Ceiling Intact Drywall White 0.78 ± 0.51 POS 1.0 ± 0.4 1.0± 0.4 10.0 9110/97 
909 35 437 3 1 Oall-3 A Ceiling Ceiling Intact Drywall White 0.69 ± 0.45 POS 1.0 ± 0.4 1.0± 0.4 10.0 9/10/97 
910 35 438 3 I Porch-I A Porch-I Ceiling Intact Wood White »5.0± 1.00 POS 17.4 ± 3.3 17.4 ± 3.3 4.6 9/10197 
911 35 439 3 1 Porch-I I~ Porch-I Ceiling Intact Wood White »5.0± 1.00 POS 8.8 ± 2.9 8.8±2.9 3.7 9/10197 
912 35 440 3 I Hall-3 B Closet-I Ceiling Intact Drywall White 0.35±0 16 NEG 02 ± 0.4 0.4 ± 0.2 2.4 9/10/97 
913 35 441 3 I Hall-3 B Closet-I Ceiling Intact Drywall White 0.310100.13 NEG 05±04 0.3 ± 0.1 20 9/10/97 
914 35 442 3 1 Stairwelll B Ceiling Ceiling Intact Drywall Wh,te 067010047 NEG 0701003 07±03 96 9/10/97 
915 35 443 3 I Stairwell B Ceiling CeIling Intact Drywall White 0.27 ± 0 31 NEG 08 ± 0.5 0.3 ± 0.3 47 9/10197 
916 35 444 3 2 Room-I A Ceiling CeIling Intact Drywall White 0.72 ± 0.65 NEG 07±04 0.7 ± 0.7 79 9110/97 
917 35 445 3 2 Room-II D Ceiling Ceiling Intact Drywall White 063 ± 0.57 NEG 0.5 ± 0 5 06±06 72 9110/97 
918 35 446 3 2 Room-'I I~ Ceiling Crown-mold Intact Wood White 0.21 ± 0.27 POS 1.5 ± 0.4 1.5 ± 0.4 7.5 9/10/97 
919 35 447 3 2 Room-1 A Ceiling Crown-mold Intact Wood White 0.12± 0.26 POS 1.3 ± 0.4 1.3 ± 0.4 4.7 9/10/97 
920 35 448 3 2 Room-II A Closet-I Ceiling Intact Drywall White 2.03 ± 0.98 POS 1.9 ± 0.7 2.0± 1.0 5.6 9/10/97 
921 35 449 3 2 Room-:I A Closet-I Ceiling Intact Drywall White 2.12 ± 1.02 POS 1.8 ± 0.7 2.1 ± 1.0 5.7 9/10197 

922 35 450 3 2 Room-:I A Closet-2 Ceiling Intact Drywall White 1.61 ± 0.55 POS 1.8 ± 0.6 1.6 ± 0.6 4.6 9110197 

923 35 451 3 2 Room-I A Closet-2 Ceiling Intact Drywall White 1.17 ± 0.43 POS 1.2 ± 0.5 1.2 ± 0.4 4.6 9110/97 

924 35 452 3 2 Room-2 B Ceiling Ceiling Intact Drywall White 0.64± 0.62 NEG 1.0 ± 0.4 0.6± 0.6 7.8 9110/97 

925 35 453 3 2 Room-2 C Ceiling Ceiling Intact Drywall White 063 ± 0 40 NEG 1.1 ± 0.5 0.6 ± 0.4 5.3 9/10/97 

926 35 454 3 2 Room-:! C Ceiling Crown-mold Intact Wood White 001±0.24 NEG 0.4 ± 0.8 0.0 ± 0.2 II 9/10/97 

927 35 455 3 2 Room-:! B Ceiling Crown-mold Intact Wood White OOO±O.lO NEG 0.3 ± 0.7 O.O± 0.1 1.0 9/10/97 

928 35 456 3 2 Room-2 A Closet Ceiling Intact Drywall White 0.45 ± 0.24 NEG 09±04 0.5 ± 0.2 3.5 9/10/97 

929 35 457 3 2 Room-2 A Closet Ceiling Intact Drywall White 0.75 ± 1.23 INCOM -0.2 ± 0.9 0.8 ± 1.2 5.4 9/10/97 

930 35 458 3 2 Room-2 A Closet Ceiling Intact Drywall White 0.51 ± 0.30 NEG 0.7±04 OH03 4.3 9/10/97 

931 35 459 3 2 Room-2 A Closet Ceiling Intact Drywall White 0.49 ± 0.21 NEG 0.7 ± 0.5 0.5 ± 0.2 3.0 9/10/97 

932 35 460 3 2 Hall-4 A CeIling Ceiling Intact Drywall White 0.05 ± 0.23 NEG 00±08 01±0.2 16 9/10/97 

933 35 461 3 2 Hall-4 B Ceiling CeIling Intact Drywall White 040 ± 0.52 NEG 06±05 04 ± 0.5 7.5 9/10/97 
934 35 462 3 2 Hall-4 A Closet-I Celhng Intact Drywall White 0.43 ± 0.30 NEG 0.5 ± 0.4 0.4 ± 0.3 44 9110/97 
935 35 463 3 2 Hall-4 J) Closet-I Ceiling Intact Drywall White 0.43 ± 0.26 NEG 0.7 ± 0 5 04 ± 0.3 38 9110/97 
936 35 464 3 2 Hall-4 A Closet-2 Ceiling Intact Drywall White 0.50 ± 0.28 INCOM 03±05 0.5 ± 0.3 34 9110197 
937 35 465 3 2 Hall-4 A Closet-2 Ceiling Intact Drywall White 0.11 ± 0.13 NEG 0.1 ± 0 8 01 ±O.I 1.2 9/10/97 
938 35 466 3 2 Hall-4 A Closet-2 Ceiling Intact Drywall White 0.260100.15 NEG 03±04 03 ± 0.2 2.4 9/10/97 
939 35 467 3 2 Bath-2 A CeIling CeillDg Intact Drywall White 011 ± 0.39 NEG -0 I ±0.7 0.1 ± 0 4 2.6 9/10/97 
940 35 468 3 2 Bath-2 B Ceiling Ceiling Intact Drywall White 0.05 ± 0.43 NEG 02±08 01±04 2.0 9110/97 
941 35 469 3 2 Room':l B Ceiling Ceiling Intact Drywall White 037±054 NEG 0.5 ± 0.5 04 ± 0.5 6.9 9/10/97 
942 35 470 3 2 Room-3 A Ceiling Ceiling Intact Drywall White 0.38 ± 0.54 NEG 0.9 ± 0.5 0.4 ± 0.5 7.2 9/10/97 
943 35 471 3 2 Roolll-3 A Ceiling CrowD-mold Intact Drywall White 0.08± 0.24 POS 1.8 ± 0.5 1.8 ± 0.5 4.7 9110/97 
944 35 472 3 2 Room-3 IJ Ceiling Crown-mold Intact Drywall White 0.24± 0.25 POS 1.8 ± 0.5 1.8 ± 0.5 8.7 9/10/97 
945 35 473 3 2 Room-3 C Closet-I Ceiling Intact Drywall White 1.37 ± 0.43 POS 1.4 ± 0.5 1.4 ± 0.4 4.1 9/10/97 
946 35 474 3 2 Room-3 I) Closet-I Ceiling Intact Drywall White 1.63 ± 0.61 POS 1.6 ± 0.6 1.6 * 0.6 4.7 9/10/97 
947 35 475 3 2 Room-3 J) Closet-2 Ceiling Intact Drywall White 1.12 ± 0.39 POS 1.0± 0.4 1.1 ± 0.4 4.1 9/10/97 
948 35 476 3 2 Room-3 C Closet-2 Ceiling Intact Drywall White 1.73 ± 0.74 POS 2.0± 0.6 1.7 ± 0.7 5.1 9/10/97 
949 35 477 2 Bath-3 C Ceiling Ceiling Intact Drvwall White 003 ± 0.24 NEG 02±OS 00±O7 <j/IO/Q7 



Site: 35 Date: 9/10/97 Pamt Page 15 
Rangell (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mglcm') RES IPbK Combined DI Date Note 
950 35 478 3 2 Bath-3 D Ceilmg Ceiling Intact Drywall White 021±0.19 NEG 00±05 0.0 ± 0 5 10.0 9110/97 
951 35 479 3 2 Calibrate-I D Calibrate Calibrate 1.02 ± 0.14 POS 0.6 ± 0.4 1.0 ± 0.1 1.0 9110/97 
952 35 480 3 2 Calibrate-2 D Calibrate Calibrate 1.06 ± 0.26 POS 0.7 ± 0.4 1.1 ± 0.3 2.2 9110197 
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Fieid Sam piing Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters LL, 1351 Avenue G, Charleston Naval Complex, 

Charleston SC 

Is surface 
Dimensions 1 

Sample Surface smooth and "'I 1."'IIIiiiii ".;tu ........ 'IW Area Total Lead 
Number 

Room Type cleanable? 
area (inches (fe) Found 

x inches) 
NBC! 1ST Floor, Window 
Qtrs LL Yes 2-1/4 x 27 0.422 936.80 
001 

Kitchen Sill 

NBC! 1~ Floor, 
Yes 

Qtrs LL Hall-1 Floor 12 x 12 1 14.80 
1"'1'"'' n __ r_" 

LJUUI L 

151 Floor, 
U_II ") 

\,lll~ L.L. nail-v ( lUVI • <;;;" 1L. A IL • oJoJ ..... v 

003 Door-2 
NBC! 2!::!Q Floor, Window-2 
Qtrs LL Yes 2 x27 0.375 20.10 
004 

Room-1 Sill 

NBCI 2~ Floor, 
Qtrs LL Room-1 Floor Yes 12 x 12 1 1.30 
005 Door-1 
""r"\1"'" I 

/

1'ljOV/ 

~~: LL /
2ND Floor, / Window-1 / 
Room-2 Sill 

Yes 2 x27 0.375 85.10 
uuo 

NBC! 2~ Floor, 
Qtrs LL Room-2 Floor Yes 12 x 12 1 -5.20 
007 Door-1 
NBC! 
Qtrs LL Blank N/A N/A N/A N/A -19.70 
008 

I Measure to the nearest 1/8 inch. 

HUD standards: 100 j.lg/tr (floors), 500 Jl9/tr (interior vv'indov-v siBs), 800 jlg/tr (vvindovv troughs) 

Total number of samples on this page ~ 

Page _1_ of _1_ 

Date of sample collection 2/13/98 

Table 32-b, Field Sampling Form for Dust 

743 

Result of Lab 
Analysis 
(J.l91 fe) 

2219.91 

14.80 

vv.oJV 

53.60 

1.30 

226.93 

<Detectable 

<Detectable 



Quarters LL, Oust Samples 
Charleston Naval Complex 

Site 35, Date: 2/13/98 
Thin Page 1 

No Site XLNo Insp Fir Room Side Strc Feat Ph ± Prec 
5 35 6 5 Calibrate-l Calibrate Calibrate 3179.20 ± 63.50 
10 35 11 35 1 Kitchen D \Vindow Stool 936.80 ± 37.50 
15 35 16 35 1 Hall-l B Door-2 Floor 14.80 ± 18.70 
20 35 21 35 1 Hall-3 D Door-2 Floor 35.30 ± 63.00 
25 35 26 35 2 Room-l D \Vindow Stool 20.10 ± 19.70 
30 35 31 35 2 Room-l B Door-l Floor 1.30 ± 18.20 
35 35 36 35 2 Room-2 A Window-l Stool 85.1 0 ± 21.00 
40 35 41 35 2 Room-2 C Door-1 Floor -5.20 ± 16.30 
45 35 46 35 0 Blank Blank Blank -19.70 ± 20.70 
50 35 52 35 Calibrate-l Calibrate Calibrate 3324.80 ± 64.60 

Table 32-c, XRF Field Data Sheets for Dust Samples 



Bulk Page 1 
Quarters LL, Soil Samples 
Charleston Naval Complex 

Site: 35 Date: JLlIl~V97 

No Site XLNo Insp Room Side Str4! Feat Pb ± Prec 
1 35 2 3 Calibrate-l Calibrate Calibrate -34.5 ± 59.3 
2 35 3 3 Calibrate-l Calibrate Calibrate 1178.4 ± 173.3 

°1' ~I 35 4 3 Calibrate-l Calibrate Calibrate 5328.0 ± 389.0 
4 35 5 3 DRIPLINE B 1149.6 ± 102.0 
:'0 
~, 35 6 3 CLOTHESLINE C 232.8 ± 63.9 

Table 32-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

33.0 Quarters 758 

Built approximately 1942, Quarters 758,795 Avenue F, is a two-story, concrete block building on a 

concrete slab with an attic. This structure is approximately 3,992 square feet in size. The first and 

second floors consist of hardwood strip flooring with a wood subfloor. The walls and ceilings are 

wood-framed and covered with drywall and/or wood paneling. Exterior siding is concrete block 

with brick, wood, fiberglass, concrete, and metal trim. The two chimneys are brick masonry, and 

the roof is asphalt shingle. 

The fiist floor consists of one garage, two porches, one equipment room, one kitchen, six rooms, 

one fireplace, one bathroom, and one hallway. A staircase provides access to the second floor. The 

second level consists of one porch, four rooms, three bathrooms, and one hallway. 

From 16 December 1997 to 22 December 1997, one certified lead inspector performed an extensive 

LBP survey of Quarters 758. This survey occurred before the HUD Guidelines Chapter 7 revision, and 

required three XP~ readings on each testing combination. If, after t'vVO readings, the results \-vere either 

two posi-tives or two negative the testing combination was categorized accordingly with no need for the 

third reading. If, after two readings, the results were one positive and one negative the third reading 

classified the testing combination. 

33.1 Identification of Lead in Quarters 758: 

Five hundred twenty-one XRF samples and calibrations were taken in Quarters 758. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column ofthe XRF Field Data Sheets. Table 33-a contains LBP sampling results for 

Quarters 758 and Figure 33-a is the floorplan for the unit. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location oflead-based paint found in Quarters 758: 
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Quarters 758 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined (mglcm2

) 

Outside A Wndw-Upr Sash Intact Wood White POS 14.6 ±2.7 
Outside B Wndw Sash Intact Wood White POS 15.5 ±2.6 
Outside B Wndw Casing Intact Wood White POS 22.7 ±3.2 
Outside B Wndw Trough Intact Wood White POS 20.9 ±3.1 
Outside B Wndw Scrn-sash- Intact Wood Black POS 16.5 ±2.7 
Outside C Trellis Trellis Intact Wood White POS 5.0 ±1.7 
Outside C House gutter Peeling Metal White POS 11.3 ±2.5 
Outside 0 House Downspout Intact Metal White POS 7.0 ±2.0 
Outside 0 House Fascia Intact Wood White POS 10.2 ±2.3 
Outside 0 House Soffit Intact Wood White POS 25.6 ±3.4 . 'C_ ......... " \AI_11 \A/_II 1 ........ -" n_ ....... 11 

c ... : __ 
01"\'" • 0 ±O.5 I UClUI-1 M VYell1 VVClI! U'\,ClvL """1"all Ugl~1:O .v~ I.U 

1 Bath-1 A Wndw Casing Intact Wood Beige POS 4.6 ±1.4 
1 , Bath-1 A Wndw Sash Intad Wood Beige POS 3.6 ±1.0 
1 Bath-1 C Wall Wall Intact Drywall Beige POS 1.0 ±0.3 
1 Bath-1 C Door Casing Intact Wood Beige POS 4.9 ±1.7 
1 Bath-1 0 Wall Wall Intact Drywall Beige POS 1.3 ±O.4 
1 Bath-2 C Wall Wall Intact Drywall Beige POS 1.2 ±0.4 
1 Bath-2 C Wndw Mullion Intact Wood Beige POS 4.2 ±1.1 
1 Bath-2 0 Wall Wall Intact Drywall Beige P~S 1.2 ±0.4 
1 Equip-Rm 0 Door Door Peeling Wood White P~S 13.0 ±2.4 
1 Equip-Rm 0 Door Casing Peeling Wood White P~S 5.3 ±1.9 
1 Garage A Garage Ceiling Intact Wood White POS 5.1 ±1.7 
1 Garage B Door Door Intact Wood White POS 12.1 ±2.4 
1 Garage B Door Casing Intact Wood White P~S 11.3 ±2.7 
1 Garage B Door Door Intact Wood White P~S 13.6 ±2.5 
1 Garage B Door Casing Intact Wood White POS 18.4 ±3.0 
1 Garage B Door Scm-sash Intact Wood White POS 12.1 ±2.3 
1 Garage C Door Door Intact Wood White POS 9.6 ±2.3 
1 Hall-1 A Wall Wall Intact Drywall Beige POS 1.8 ±0.5 
1 Hall-1 A Stairs Baluster Intact Metal Black P~S 1.2 ±0.2 
1 Hall-1 C Door Casing Intact Wood Beige P~S 2.3 ±0.7 
1 Hall-1 C Closet Casing Intact Wood Beige P~S 2.5 ±0.8 
1 HaU-1 D VVal! VVaH Intact n .... AU ... JI C.o!"!l.i,. ..... P~S 1.3 ±O.4 ,",I,'.CUI L.lvl~v 

1 Kitchen A Wall Wall Intact Drywall Beige POS 1.2 ±0.3 
1 Kitchen B Wall Wall Intact Drywall Beige POS 1.2 ±Q,3 
1 Kitchen C Wall Wall Intact Drywall Beige P~S 1.5 ±O.4 
1 Kitchen C Wndw Sash Intact Wood Beige P~S 3.4 ±1.0 
1 Kitchen 0 Wall Wall Intact Drywall Beige P~S 1.2 ±0.3 
1 Outside A Door Casing Intact Wood White P~S 20.3 ±2.9 
1 Outside A Stairs Rail-cap Intact Metal Black POS 1.1 ±0.2 
1 Outside A Stairs Newel-post Intact Metal Black POS 4.5 ±1.6 
1 Outside A Stairs Baluster Intact Metal Black POS 3.2 ±1.1 
1 Outside A garage-dr Casing Intact Wood White POS 15.4 ±2.9 
1 Outside A Grounds Fence Intact \"Jood \AJhite P~S 13.3 ±2.6 
1 Outside B Porch-1 Lattice Intact Wood White P~S 26.6 ±3.5 
1 Outside B Porch-1 Lattice Intact Wood White P~S 24.1 ±3.3 
1 Outside B Door Casing Intact Wood White POS 30.4 ±3.8 
1 Outside C Grounds Fence Intact Wood White POS 7.8 ±2.1 
1 Porch-1 A Door Door Intact Wood White POS 4.9 ±1.2 
1 Porch-1 A Door Door Intact Wood White P~S 6.1 ±2.0 
1 Porch-1 A Wndw Casing Intact Wood White P~S 11.4 ±2.3 
1 Porch-1 A Wndw SaSh-Ext Intact Wood White P~S 9.4 ±2.4 
1 Porch-1 B Door Casing Intact Wood White P~S 16.2 ±2.7 
1 Porch-1 C Porch Columns Intact Concrete White P~S 1.4 ±0.3 
1 Porch-1 C Porch Lattice Intact Wood White P~S 5.2 ±1.7 
1 Porch-1 C Porch Ceiling Intact Wood Beige P~S 9.9 ±2.3 
1 Porch-1 C Ceiling Crown-mold Intact Wood Beige P~S 4.7 ±1.5 
1 Porch-2 A Porch-2 Columns Intact Wood White P~S 12.3 ±2.3 
1 Porch-2 A Porch Ceiling Intact Wood White P~S 21.0 ±3.1 
1 Porch-2 B Door Door Intact Wood Black P~S 11.8 ±2.5 
1 Porch-2 B Door Door Peeling Wood White P~S 9.3 ±2.S 
1 Porch-2 B Door Door Peeling Wood White P~S 15.9 ±2.8 
1 Porch-2 B Door Casing Peeling Wood White P~S 13.1 ±2.7 
1 Porch-2 8 Fioor Fioor Peeiing Concrete Grey POS 1.1 ±O.2 
1 Porch-2 C Wndw Casing Intact Wood Black P~S 11.8 ±2.6 
• 0_._,",,_,,] ,.. ''''''''''1.1.1 C,..vi ...... 1 .... '_-" IA/""_ ..... 'AI ..... : ....... 01"\'" 00 ~ ... ., 

L.lUAIII~ 
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Quarters 758 Positive Results for Lead-Based Paint 
fir Room side strc Feat I Gnd 

I 
Sub 

I 
Cir Kt:S 

I 
Gomblned (mglcm') 

I 

1 Porch-2 0 Door Door Intact Wood White P~S 13.7 ±2.5 
1 Porch-2 0 Door Casing Intact Wood White P~S 12.8 ±2.5 
1 Room-I A Wndw Boxing Intact Wood Beige P~S 5.9 ±1.8 
1 Room-I B Ceiling Crown-mold Intact Wood Beige P~S 4.1 ±1.3 
1 Room-I B Wall Crown-mold Intact Wood Beige P~S 4.6 ±1.2 
1 Room-I 0 Door Door Intact Wood Beige P~S 2.4 ±O.7 
1 Room-I 0 Wndw Sash Intact Wood Beige P~S 4.3 ±1.1 
1 Room-2 A Wall Baseboard Intact Wood Beige P~S 4.2 ±1.4 
1 Room-2 B Wndw-Upr Casing Intact Wood Beige P~S 6.9 ±2.0 
1 Room-2 B Wndw Sash Intact Wood Beige P~S 3.7 ±1.2 
1 Room-2 C Door Casing Intact Wood Beige P~S 3.6 ±1.2 

1 Room-2 C Wall Crown-mold Intact Wood Beige P~S 5.5 ±1.8 
1 Room-2 0 Entranceway Casing Intact Wood Beige P~S 2.3 ±O.7 
1 Room-3 B Wall Wall Intact Drywall Beige P~S 1.0 ±0.4 
1 Room-3 C Wall Wall Intact Drywall Beige P~S 1.0 ±0.4 
1 Room-3 C Wall Baseboard Intact Wood Beige P~S 8.7 ±2.1 
1 Room-3 C Wndw Casing Intact Wood Beige P~S 4.0 ±1.3 
1 Room-3 C Wndw Sash Intact Wood Beige P~S 3.8 ±1.1 

1 Room-3 0 Wall Wall Intact Drywall Beige P~S 1.9 ±O.5 
1 Room .. 3 D Door r..::a.c:.inn Intact Wood Beige POS 3.5 ±1.0 ---"';::' 

1 Room-3 0 Ceiling Crown-mold Intact Wood Beige P~S 1.2 ±0.3 
1 Room-3 0 Wall Crown-mold Intact Wood Beige P~S 5.4 ±1.8 
1 Room-4 A Wall Wall Intact Drywall Beige P~S 1.7 ±O.4 
1 Room-4 A Wall Baseboard Intact Wood Beige P~S 1.3 ±O.4 
1 Room-4 A Door Casing Intact Wood Beige P~S 3.5 ±1.1 
1 Room-4 A Closet Wall Intact Drywall Beige P~S 1.4 ±O.4 

1 Room-4 A Closet Baseboard Intact Wood Beige P~S 5.7 ±1.9 
1 Room-4 C Wall Wall Intact Drywall Beige P~S 1.4 ±O.4 
1 Room-4 C Wndw Sash Intact Wood RAinA POS 5.0 ±1.7 --',,-
1 Room-4 C Closet Casing Intact Wood Beige P~S 4.1 ±1.2 
1 Room-4 C Closet Wall Intact Drywall Beige P~S 1.5 ±0.4 
1 Room-4 0 Wall Wall Intact Drywall Beige P~S 1.5 ±O.4 
1 Room-4 0 Closet Wall Intact Drywall Beige POS 1.5 ±O.4 

1 Room-4 0 Ceiling Crown-mold Intact Wood Beige P~S 1.5 ±O.3 
1 Room-5 A Floor Radiator Intact Metal Beige POS 1.2 ±0.4 
1 Room-5 B v'Vaii \tvail InlClct Curu..;rete Beige P~S 

. ., ..... 
I.'> :ru.'t 

1 Room-5 B Door Casing Intact Wood Beige P~S 1.9 ±0.6 
1 Room-5 C Wall Wall Intact Concrete Beige P~S 1.2 ±O.4 
1 Room-5 C Wndw Casing Intact Wood Beige P~S 1.3 ±O.4 
1 Room-5 C Wndw Sash Intact Wood Beige POS 3.1 ±O.9 
1 Room-5 C Wall Pipes Intact Metal Beige P~S 1.0 ±O.5 
1 Room-5 0 Wall Wall Intact Concrete Beige P~S 1.9 ±0.5 
1 Room-5 0 Door Door Intact Wood Beige P~S 5.5 ±1.8 
1 Room-5 0 Door Casing Intact Wood Beige P~S 1.4 ±O.3 
1 Room-5 0 Ceiling Ceiling Intact Drywall Beige P~S 1.5 ±O.4 
2 Bath-3 A Wall Wall Intact Drywall Beige P~S 1.4 ±O.4 
2 Bath-3 A Wndw Sash Intact Wood Beige POS 2.6 ±O.9 
2 Bath-3 0 Door Casing Intact Wood Beige P~S 2.5 ±O.6 
2 Bath-4 A Wndw Casing Intact Wood Beige P~S 5.1 ±1.9 
2 Bath-4 A Wndw Sash Intact Wood Beige P~S 4.3 ±1.3 
2 Bath-4 B Wall Wall Intact Drywall Beige P~S 1.7 ±0.4 
2 Bath-4 C Door Casing Intact Wood Beige P~S 4.1 ±1.2 
2 Bath-4 C Wall Wall Intact Drywall Beige P~S 2.8 ±O.9 
2 Bath-5 A Wall Wall Intact Drywall Beige P~S 3.8 ±1.2 
2 Bath-5 B Wall Wall Intact Drywall Beige P~S 2.4 ±0.7 
2 Bath-5 C Wall Wall Intact Drywal! Beige POS 3.2 ±1.0 
2 Bath-5 C Wndw CaSing Intact Wood Beige P~S 3.0 ±O.9 
:2 Bath-5 C Wndw Sash Intact Wood Beige P~S 4.0 ±1.1 
:2 Bath-5 C Ceiling Ceiling Intact Drywall Beige P~S 3.4 ±1.1 
:2 Bath-5 0 Wall Wall Intact Drywall Beige P~S 3.4 ±1.1 
:2 Bath-5 0 Door CaSing Intact Wood Beige P~S 5.1 ±1.7 
2 Hall-2 A Door CaSing Intact Drywall Beige P~S 5.3 ±1.2 
:2 HaU-2 A Vvndw Casing intact DryWail Beige POS 1.4 ±O.4 
:2 Hall-2 A Wndw Sash Intact Drywall Beige P~S 6.9 ±1.9 
2 Hall-2 A Stairs Rail-cap Intact Metal Black P~S 5.6 ±1.6 
2 Hall-2 A Closet Casing Intact Wood Beige P~S 1.9 ±O.9 
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Quarters 758 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined (mglcm') 

2 Hall-2 A Closet-Lwr Wall Intact Drywall Beige POS 1.7 ±0.4 
2 Hall-2 B Wall Wall Intact Drywall Beige POS 2.7 ±0.9 
2 Hall-2 C Ceiling-elos Crown-mold Intact Wood Beige POS 2.1 ±0.5 
2 Hall-2 0 Closet-Lwr Baseboard Intact Wood Beige POS 6.7 ±1.9 
2 Poreh-3 A Wndw Sash Intact Wood Beige POS 2.7 ±0.9 
2 Porch-3 A Wndw Casing Intact Wood Beige POS 4.6 ±1.3 
2 Poreh-3 A Door Casing Intact Wood Beige POS 3.8 ±1.1 
2 Porch-3 C Ceiling Crown-mold Intact Wood Beige POS 5.2 ±1.7 
2 Porch-3 C Wndw Casing Intact Wood Beige POS 5.5 ±2.0 
2 Porch-3 C Wndw Sash Peeling Wood Beige POS 4.2 ±1.4 
2 Porch-3 D Porch Ceiling Intact Drywall Beige POS 1.2 ±0.4 
2 Room-1 B Door Casing Intact Wood Beige POS 4.0 ±1.0 
2 Room-1 B Closet Baseboard Intact Drywall Beige POS 4.1 ±1.3 
2 Room-1 D Wall Baseboard Intact Wood Beige POS 4.5 ±1.0 
2 Room-1 D Wndw Casing Intact Wood Beige POS 5.2 ±1.7 
2 Room-1 D Wndw Sash Intact Wood Beige POS 4.3 ±1.2 
2 Room-1 D Closet Casing Intact Wood Beige POS 5.3 ±1.7 
2 Room-2 A Wall Wall Intact Drywall Beige POS 4.7 +1.3 
2 Room-2 A Wndw Boxing Intact Wood Beige POS 1.5 :to.5 
2 Room-2 A Closet Wall Intact Drywall Beige POS 4.4 ±1.3 
2 Room-2 B Wall Wall Intact Drywall Beige POS 4.8 ±1.3 
2 Room-2 B Wndw Casing Intact Wood Beige POS 5.1 ±1.4 
2 Room-2 B Wndw Sash Peeling Wood Beige POS 5.4 ±1.7 
2 Room-2 B Closet Casing Intact Wood Beige POS 5.4 ±1.9 
2 Room-2 B Closet Wall Intact Drywall Beige POS 5.1 +1.8 
2 Room-2 C Wall Wall Intact Drywall Beige POS 5.1 ±1.4 
2 Room-2 C Wall Baseboard Intact Wood Beige POS 3.0 ±1.0 
2 Room-2 C Closet Wall Intact Drywall Beige POS 4.5 ±1.2 
2 Room-2 D Ceiling Ceiling Intact Drywall Beige POS 3.0 ±1.0 
2 Room-2 D Ceiling Crown-mold Intact Wood Beige POS 3.2 ±0.9 
2 Room-2 D Ceiling-clos Crown-mold Intact Wood Beige POS 4.1 ±1.3 
2 Room-2 0 Closet Ceiling Intact Drywall Beige POS 4.7 ±1.6 
2 Room-2 0 Wall Wall Intact Drywall Beige pes 6.1 ±1.9 
2 Room-2 0 Door Casing Intact Wood Beige POS 3.1 ±0.9 
2 Room-2 D Closet Wall Intact Drywall Beige POS 4.8 ±12 
2 Room-2 0 Cioset Baseboard intact Wood tJeige t-'OS 3.1 ±1.2 
2 Room-3 A Wall Wall Intact Drywall Beige POS 1.1 ±0.3 
2 Room-3 A Door Casing Intact Wood Beige P~S 7.8 ±1.9 
2 Room-3 B Wndw Casing Intact Wood Beige P~S 5.8 ±1.9 
2 Room-3 B Wndw Sash Intact Wood Beige POS 3.7 ±1.2 
2 Room-3 B Door Casing Intact Wood Beige P~S 3.6 ±1.0 
2 Room-3 C Door Casing Intact Wood Beige POS 7.3 ±2.0 
2 Room-3 C Closet Baseboard Intact Wood Beige P~S 5.1 ±17 
2 Room-3 0 Ceiling-clos Crown-mold Intact Wood Beige POS 5.9 ±1.8 
2 Koom-3 u Waii tsaseboard intact Wood tJeige t-'u:; 3.4 ±1.0 
2 Room-3 0 Closet Wall Intact Drywall Beige P~S 2.1 ±0.6 
2 Room-4 A Door Casing Intact Wood Beige P~S 5.2 ±1.7 
2 Room-4 B Closet Wall Intact Drywall Beige POS 1.9 ±0.5 
2 Room-4 B Ceiling-elos Crown-mold Intact Wood Beige P~S 1.1 ±0.4 
2 Room-4 B Closet Ceiling Intact Drywall Beige P~S 1.3 ±0.4 
2 Room-4 C Wndw Boxing Intact Wood Beige pas 1.0 ±0.3 
2 Room-4 C Closet Wall Intact Drywall Beige pas 1.1 ±0.4 
2 Room-4 C Closet Baseboard Intact Wood Beige pas 5.2 ±2.0 
2 Room-4 0 Wall Baseboard Intact Wood Beige pas 5.6 ±1.8 
2 Room-4 0 Wndw Casing Intact Wood Beige pas 3.2 ±0.9 
2 Room-4 D 'vVndw Sash iniaei Wood Beige P~S 4.4 :ti. i 
2 Room-4 0 Closet Casing Intact Wood Beige pas 5.1 ±1.6 
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Paint Page I 
Quarters 758, Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 36 Date: 12118197 to 12/1!1197 

Ranges (NEG<INC<POS): Devie,e pes 

No Site XLNo Insp Fir RO,om Side Stre Feat Cnd Sub Clr PbL(mglem') RES PbK Comblincd DI Date Note 
I 36 I 6 I Shutter Cal- I Calibrate Cahbrate 000 ± 0.00 OO±OO 0.0 ± 0.0 00 12/16/97 
2 36 2 6 I Calibrate-I Calibrate Calibrate 0.97 ± 0.10 NEG 0.5 ± 0.5 1.0 ± 0 I 10 12116/97 
3 36 3 6 I Calibrate-2 Calibrate Cahbrate 097 ± 0 20 NEG 09 ± 0.4 1.0 ± 0.2 20 12/16/97 
4 36 4 6 I Room-I A Wall Wall Intac;t Drywall Beige 0.15 ± 0 19 NEG 1.0 ± 0 5 0.2 ± 0.2 3.6 12116/97 
5 36 5 6 1 Room-I B Wall Wall Intac;t Drywall Beige 030 ± 0 42 NEG 08 ± 0.5 0.3 ± 0.4 6.3 12116/97 
6 36 6 6 I Room-I C Wall Wall Intac;t Drywall Beige 0.16±032 NEG 0.8 ± 0.5 02 ± 0.3 4.9 12116197 
7 36 7 6 I Room-I D Wall Wall Intact Drywall Beige 0.25 ± 0 33 NEG 0.7 ± 0.5 0.3 ± 0.3 5.4 12116197 
8 3~, 8 6 1 Room-l D Door Door Inta.:t Wood Beige 0.44 ± 0.23 POS 2.4 ±0.7 2.4±0.7 2.1 12/16197 
9 36 9 6 I Room-I D Door Casing Inta(;t Wood Beige 0.84 ± 0.22 NEG 0.9 ± 0.5 o 8±O.2 2.7 12116197 

10 36 10 6 I Room-I 0 Wall Baseboard Intact Wood Beige 0.53 ± 0.18 NEG 0.8 ± 0 4 05±O2 26 12116197 

II 36 II 6 I Room-I 0 Window Casmg Inta(;t Wood Beige 0.48±0 17 NEG 0.9 ± 04 0.5 ± 0 2 26 12116197 

12 3~, 12 6 1 Room-I 0 Window Sash Inla,:1 Wood Beige 0.77±0.78 POS 4.3 ± 1.1 4.3±11.1 4.2 12116197 

13 3~, 13 6 1 Room-l A Window Boxing Inla.:1 Wood Beige 1.78 ± 1.62 POS 5.9 ± 1.8 5.9± 11.8 10.0 12116/97 

14 36 14 6 I Room-I A Radiator Boxing Intact Wood Beige 0.00 ± 0.10 NEG ··08 ± 0 7 0.0±0.1 1.0 12/16/97 

15 36 IS 6 I Room-I A Floor Radiator Intact Metal Beige 0.08 ± 0.18 NEG 0.3 ± 0 9 0.1 ± 0.2 1.9 12116197 

16 36 16 6 I Room-I A Floor Floor Inta(;t Wood Varnish 0.01±0.10 NEG 0.3 ± 0 6 0.0 ± 0.1 1.0 12116/97 

17 36 17 6 I Hall-I A Floor Floor Inta(;t Wood Varnish 0.00±0.14 NEG ··0.6 ± 0.7 O.O±O.I 10 12116/97 

18 3~, 18 6 1 Hall-l A Wall Wall Inta.:t IJIrywall Beige 0.27 ± 0.31 POS 1.8± 0.5 1.8 ± 0.5 5.2 12116197 

19 36 19 . 6 I Hall-I B Wall Wall Intact Drywall Beige 0.15±0.10 NEG ··0.4 ± 07 ·0.4 ± 0 7 10.0 12116197 

20 36 20 6 1 Hall-I C Wall Wall Intact Drywall Beige 0.02 ± 0 27 NEG .0.1 ± 0.6 00±03 1.3 12116197 

21 36 21 6 I lIall-1 D Wall Wall Inla"t J]Jrywall Beige 0.39 ± 0.29 POS 1.3 ± 0.4 1.3 ± 0.4 7.0 12116197 

22 36 22 6 I Hall-I C Wall Baseboard Intact Wood Beige 000 ± 0.10 NEG 0.3 ± 04 00±01 10 12/16/97 

23 36 23 6 1 Hall-I C Door Door Intact Wood Beige 0.78 ± 0.21 NEG 0.6 ± 04 08±02 25 12/16/97 

24 36, 24 6 1 lIall-1 C Door Casing Intac:t Wood Beige 0.90± 0.35 POS 2.3 ± 0.7 2.3±0.7 3.4 12/16/97 

25 36 25 6 1 Hall-I A Door-3 Door Intac:t Wood Beige 049 ± 0.15 NEG 10±04 05 ± 0.2 22 12/16/97 

26 36 26 6 I Hall-I A Door-I Door Inta(:t Wood Beige 0.52±0.17 NEG 05 ± 0.4 0.5 ± 0.2 24 12116197 

27 36 27 6 I Hall-I A Door-2 Door Intac:t Wood Other 0.70 ± 0.19 NEG 0.9 ± 04 0.7 ± 0 2 2.4 12116/97 

28 36 28 6 I Hall-I A StalfS Rail-cap Intac:t Metal Black 0.54 ± 0.10 NEG 07 ± 06 0.5 ± 0.1 1.3 12116197 

29 36 29 6 I Hall-l A Stairs Baluster Intac:t Metal Black 1.17 ±0.15 POS 2.1 ± 0.6 1.2 ± 0.2 1.3 12/16/97 

30 36 30 6 1 Hall-I A Stairs Stringer Inta(:! Wood Beige 0.70 ± 0.20 NEG 06±04 0.7 ±0.2 2.5 12116197 

31 36 31 6 1 Hall-I A Stairs Baseboard-Ins Intact Wood Beige 0.51 ± 0.22 NEG 06 ± 0.4 0.5 ± 0.2 3.3 12116/97 

32 36 32 6 1 Hall-I A Radiator Boxing Intact Wood Beige 000±01O NEG ·04 ± 0.6 O.O±O 1 10 12116197 

33 36 33 6 I Hall-I A Floor Radiator Intact Metal Beige 009±037 NEG 01 ± 0.8 0.1 ± 0.4 23 12116197 

34 36 34 6 I Hall-I C Closet Door Intact Wood Beige 0.16±0.34 NEG 02±06 02±03 3.1 12116197 

35 36 35 6 1 "all-l C Closet Casing Intac:t Wood Beige 1.01 ± 0.81 POS 2.5± 0.8 2.5± 0.8 5.7 12116/97 

36 36 36 6 I Hall-I C Closet Wall Intact Drywall Beige 078 ± 0.37 NEG 0.7 ± 0.4 0.8 ± 0 4 5.1 12116/97 

37 36 37 6 I Hall-I D Closet Wall Intact Drywall Beige 039±0.19 NEG 07±05 0.4 ± 0 2 32 12/16197 

38 36 38 6 1 Hall-I A Closet Wall Intact Drywall Beige 058±0.17 NEG 10±03 0.6 ± 0.2 34 12/16197 

39 36 39 6 I Hall-I B Closet Wall Intac:t Drywall Beige 0.62 ± 0.28 NEG 06 ± 0.4 0.6 ± 0.3 4.2 12/16/97 

40 36 40 6 I Hall-I B Wall Baseboard Inta(:t Wood Beige 009±0.17 NEG 0.3 ± 0.7 0.1 ± 0.2 1.4 12116/97 
4) 36 41 6 1 Hall-I A Closet Shelf Inta(:! Wood Beige 011±0.14 NEG 0.2 ± 0.6 0.1 ± 0.1 13 12116197 

42 36 42 6 1 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 00 O.O± 0.0 00 121)6197 

43 36 43 6 1 Calibrate-I Calibrate Calibrate 1.03 ± 0.13 POS 0.7 ± 0.4 1.0± 0.1 1.0 12/16197 

44 36 44 6 1 Calibrate-2 Calibrate Calibrate 1.11 ± 0.25 POS 0.4 ± 0.5 1.1 ± 0.3 2.3 12/16/97 

45 36 45 6 1 Calibrate-l Calibrate Calibrate 1.02 ± 0.22 POS 0.5± 0.4 1.0± 0.2 2.2 12116/97 

46 36 46 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0 00 OO±OO 0.0 ± 0.0 00 12116197 

47 36 47 6 1 Calibrate-I Calibrate Calibrate 1.10 ± 0.14 POS 0.8± 0.5 I.l ± 0.1 1.1 12117197 

48 36 48 6 1 Calibrate-2 Calibrate Calibrate 1.13 ± 0.25 POS 0.6 ± 0.4 I.l ± 0.3 2.4 12117/97 

49 36 49 6 I Calibrate-3 Calibrate Calibrate 0.87±0.19 NEG 04±04 0.9 ± 0.2 20 12117/97 

50 36 50 6 I Calibrate-4 Calibrate Calibrate 0.97±021 NEG 06±04 1.0± 0 2 2.1 12117/97 

51 36 51 6 1 Bath-I A Wall Wall Intac:t Urywall Beige 0.67 ± 0.19 POS 1.8 ± 0.5 1.8 ± 0.5 2.7 12117/97 

52 36 52 6 I Bath-I B Wall Wall Inta(:! Drywall Beige 056 ± 0.24 NEG 12±05 06±02 36 12/17/97 

53 36 53 6 1 Bath-I C Wall Wall Intac:t Urywall Beige 1.02 ± 0.l2 POS 1.6 ± 0.5 1.0± 0.3 3.8 12/17/97 

54 36 54 6 1 Bath-l D Wan Wan Intac·t Drywall Beige 0.59 ± 0.21 POS 1.3 ± 0.4 1.3± 0.4 4.7 12117/97 

55 36 55 6 1 Bath-I D Wall Baseboard Intact Wood Beige 0.44 ± 0.12 NEG 0.4 ± 0 4 0.4 ± 0.1 \.6 12117197 

56 36 56 6 I Bath-I D Radiator Boxing Intact Wood Beige 000±014 NEG 00±06 OO± 0.1 10 12117197 

57 36 57 6 I Bath-I D Floor Floor Intac:! Wood Varnish 0.00 ± 0.10 NEG -0.3 ± 0.7 00±01 10 12117197 

58 36 58 6 I Bath-I D Floor Radiator Intact Metal Beige 030±010 NEG 0.7 ± 0.6 03±0.1 1.8 12117197 

59 36 59 6 1 Bath-l A Window Casing Intac:t 'Wood Beige 1.61 ± 0.91 POS 4.6 ± 1.4 4.6 ± 1.4 3.4 12117197 

60 36 60 6 1 Bath-l A Window Sash Intac:t Wood Beige 1.45 ± 0.87 POS 3.6 ± 1.0 3.6 ± 1.0 4.7 12117/97 

61 36 61 6 I Bath-I C Door Door Intact Wood Beige 050±016 NEG 0.7 ± 0.4 05±02 22 12/17/97 

62 36 62 6 1 Bath-l C Door Casing Intac:t 'Wood Beige 2.00± 2.19 POS 4.9 ± 1.7 4.9 ± 1.7 4.6 12117197 

63 36 63 6 I Bath-I B Cabinet-Lwr Door-Out Intact Wood Beige 002 ± 0.39 NEG -01 ±0.6 0.0 ± 0.4 II 12117/97 

64 36 64 6 I Bath-I B Cabmet-Lwr Inside Intact Wood Beige 000±0.16 NEG -0.3 ± 0.6 0.0 ± 0.2 10 12117/97 

65 36 65 I Bath-I B Cabinet-Upr Door-Ou' Intact Metal Beige 020 ±'() 10 NEG 0.4 ± 0.6 0.2 ± 0..1 I < '?jI7197 



Ie: 36 Date: 12/18/9710 12119197 Paint Page 2 
anges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Str,c Feat Cnd Sub Clr !PbL(mg/cm'l RES PbK Combined DI Date Note 
66 36 66 6 1 Bath-I B Cabmet-Upr Inside Intact Metal Beige 041±0.14 NEG 04 ± 0.5 0.4 ± 0 I 2.2 12117197 
67 36 67 6 I Room-2 A Wall Wall Intact Drywall Beige 022±0.33 NEG 1.2 ± 0.5 0.2 ± 0.3 54 12117/97 
68 36 68 6 I Room-2 B Wall Wall Intact Drywall Beige 041 ± 0.45 NEG 10 ± 0.5 04±05 73 12117197 
69 36 69 6 1 Room-2 C Wall Wall Intact Drywall Beige 0.24 ± 0.24 NEG 10±05 02±02 43 12117/97 
70 36 70 6 I Room-2 0 Wall Wall Intact Drywall Beige 006 ± 0.28 NEG 02 ± 0.8 0.1 ± 0 3 40 12117/97 
71 36 71 6 1 Room-2 D Entranl:eway Casing Intact Wood Beige 0.48 ± 0.21 POS 2.3 ± 0.7 2.3 ± 0.7 2.2 i12117/97' 
72 36 72 6 1 Room-2 B Radialtor Boxing Intact Wood Beige O.OO±O.IO NEG -0.3 ± 0.7 00 ± 0.1 1.0 12/17/97 
73 36 73 6 1 Room-2 B Floor Floor Intact Wood Varnish O.OO± 0.20 NEG 0.1 ± 0.7 00±02 1.0 '12117197' 
74 36 74 6 1 Room-2 B Window Boxing Intact Wood Beige 0.06 ± 0.18 NEG 02 ± 0.7 01 ± 0.2 1.5 12117/97 
75 36 75 6 1 Room-2 C Door Door Intact Wood Beige 096 ± 0.25 NEG J.J ± 0.5 1.0 ± 0.3 2.8 12/17/97 
76 36 76 6 1 Room-2 C Door Casing Intact Wood Beige 0.89 ± 0.99 POS 3.6 ± 1.2 3.6 ± 1.2 4.7 112/17/97' 
77 36 77 6 1 Room-2 C Window-Upr Sash Intact Wood Beige 0.22 ± 0.12 NEG 1.0 ± 0.4 02± 0.1 23 12117/9" 
78 36 78 6 1 Room-2 B Windo>v-Upr Casing Intact Wood Beige 0.82 ± 0.74 POS 6.9 ± 2.0 6.9± 2.0 2.3 'l2/17/9i' 
79 36 79 6 1 Room-2 B Window Sash Intact Wood Beige 0.91 ± 0.60 POS 3.7 ± 1.2 3.7 ± 1.2 2.9 112117/9i' 
80 36 80 6 1 Room-2 B Fireplace Mantle Intact Wood Beige 066± 0.23 NEG 0.9± 0.5 0.7 ± 0 2 32 .12/17/97 
81 36 81 6 I Room-2 B Fireplace Trim-Lwr Intact Wood Beige 0.59 ± 0.17 NEG J.J ± 0.5 0.6 ± 0.2 23 '12117/97 
82 36 82 6 1 Room-2 A Wall Baseboard Intact Wood Beige 1.40± 0.59 POS 4.2 ± 1.4 4.2 ± 1.4 2.2 IllI17/97 
83 36 83 6 1 Room-3 A Wall Wall Intact Drywall Beige 0.55 ± 0.41 NEG 0.9 ± 0.4 0.6 ± 0.4 7.4 112117/97' 
84 36 84 6 1 Room-3 B Wall Wall Intact Drywall Beige 0.51 ± 0.33 POS 1.0±0.4 1.0 ± 0.4 10.0 112/17/97 
85 36 85 6 1 Room-3 C Wall Wall Intact Drywall Beige 0.53 ± 0.35 POS 1.0± 0.4 1.0 ± 0.4 10.0 112117/9i' 
86 36 86 6 1 Room-3 D Wall Wall Intact Drywall Beige 0.28 ± 0.31 POS 1.9±0.5 1.9± 0.5 5.1 12117/97' 
87 36 87 6 I Room-2 B Floor Radiator Intact Metal Beige 020±0 15 NEG 02±06 02±02 28 12/17/97 
88 36 88 6 1 Room-3 C Floor Radiator Intact Metal Beige 0.03 ± 0.\0 NEG -0 I ±0.9 0.0 ± 0.1 II 12117/9" 
89 36 89 6 I Room-3 C Radlaltor Boxmg Intact Wood Beige 001±0.10 NEG 0.2 ± 0.6 00 ± 0.1 3 I 12/17197 
90 36 90 6 1 Room·3 C Floor Floor Intact Wood Varnish 001 ± 0.25 NEG -06±0.7 0.0 ± 0.3 10 112/17/97 
91 36 91 6 I Room-3 C Window Boxing Intact Wood Beige 0.06 ± 0.26 NEG -0.2 ± 0.7 0.1 ±03 18 112/17/97 
92 36 92 6 1 Room-3 C Wall Baseboard Intact Wood Beige 2.37±3.73 POS 8.7 ± 2.1 8.7 ± 2.1 5.2 112/17/97' 
93 36 93 6 1 Room-3 C Window Casing Intact Wood Beige 0.96 ± 0.70 POS 4.0± 1.3 4.0± 1.3 3.4 112117/9i' 
94 36 94 6 1 Room-3 C Window Sash Intact Wood Beige 1.08 ± 1.03 POS 3.8 ± 1.1 3.8 ± 1.1 4.7 :12117/97 
95 36 95 6 I Room-3 D Door Door Intact Wood Beige 049 ± 0.19 NEG 0.7± 0.4 0.5 ± 0.2 2.8 12/17/97 
96 36 96 6 1 Room-3 D Door Casing Intact Wood Beige 1.32 ± 0.70 POS 3.5 ± 1.0 3.5 ± 1.0 3.8 112117/97 
97 36 97 6 1 Room-4 D Wall Wall Intact Drywall Beige 0.43±0.12 POS 1.5 ± 0.4 1.5 * 0.4 2.8 IlI17/97 
98 36 98 6 1 Room-4 C Wall Wall Intact Drywall Beige 0.66 ± 0.42 POS 1.4 ± 0.4 1.4± 0.4 10.0 IllIl7/97 
99 36 99 6 I Room-4 B Wall Wall Intact Drywall Beige 0.62 ± 0.20 NEG 1.1 ± 0.5 0.6 ± 0.2 2.9 I 21l 7/9i' 
100 36 100 6 1 Room-4 A Wall Wall Intact Drywall Beige 0.68 ± 0.34 INCOM 1.4 ± 0.7 07 ± 0.3 29 12/17/97 
101 36 101 6 1 Room-4 A Wall Wall Intact Drywall Beige 0.59 ± 0.14 POS 1.7 ± 0.4 1.7 ± 0.4 2.3 1L2117/97 
102 36 102 6 1 Room-4 A Wall Baseboard Intact Wood Beige 0.56±0.13 POS 1.3 ± 0.4 1.3 ± 0.4 2.6 i\2/17/9i' 
103 36 103 6 1 Room-4 A Door Door Intact Wood Beige 0.51 ± 0.16 NEG 0.8 ± 0.4 0.5 ± 0.2 23 12/17/97 
104 36 104 6 1 Room-4 A Door Casing Intact Wood Beige 0.80±0.59 POS 3.5 ± 1.1 3.5 ± 1.1 2.9 U/17/97 
105 36 105 6 1 Room-4 0 Radiator Boxing Intact Wood Beige 000 ± 0.10 NEG -0.1 ± 0.7 O.O±O I 1.0 12117/97 
106 36 106 6 I Room-4 D Floor Radiator Intact Metal Beige 031 ±0.10 NEG 1.0 ± 0.6 0.3 ± 0.1 1.4 12/17/97 
107 36 107 6 1 Room-4 B Floor Elec-Panel Intact Metal Beige 0.81±0.19 NEG 1.0 ± 0.6 0.8 ± 0.2 2.2 12/17/97 
108 36 108 6 I Room-4 B Cabinell-Upr Door-Out Intact Wood Beige 0.55 ± 0.15 NEG 0.6 ± 0.4 0.6 ± 0 2 2.0 12117/97 
109 36 109 6 I Room-4 B Cabmell-Upr Shelf Intact Wood Beige 0.14 ± 0.18 NEG 0.3 ± 0.6 0.1 ±0.2 16 12/17/97 
110 36 110 6 1 Room-4 0 Cabinet-Lwr Inside Intact Wood Beige 0.00 ± 0.12 NEG -05 ± 0.6 0.0 ± 0.1 10 12/17/97 
111 36 III 6 I Room-4 0 Cabinet-Lwr Floor Intact Wood Beige 011 ± 0.13 NEG 03 ± 0.4 0.1 ± 01 2.3 12117/97 
112 36 112 6 I Room-4 C Window Casing Intact Wood Beige 0.44 ± 0.22 NEG 1.0 ± 0.4 0.4 ± 0.2 3.4 12/17/97 
113 36 113 6 1 Room-4 C Window Sash Intact Wood Beige 0.97 ± 0.95 POS 5.0 ± 1.7 5.0 ± 1.7 2.8 iI2/17/9i' 
114 36 114 6 I Room-4 C Closet Door Intact Wood Beige 044± 0.15 NEG 05±04 0.4 ± 0 2 22 12/17/97 
115 36 115 6 1 Room-4 C Clm:et Casing Intact Wood Beige 1.66 ± 1.41 POS 4.1 ± 1.2 4.1 ± 1.2 5.3 112117/97 
116 36 116 6 1 Room-4 C Closet Wall Intact Drywall Beige 067 ± 0 24 INCOM 09 ± 0.5 07±02 3.1 ;(2117/97 
117 36 117 6 1 Room-4 C Clo!:et Wall Intact Drywall Beige 0.81 ± 0.15 POS l.S±0.4 1.5± 0.4 2.7 112117/97' 
U8 36 118 6 1 Room-4 D Clo!:et Wall Intact Drywall Beige 0.71 ± 0.14 POS 1.5 ±0.4 1.5 ± 0.4 2.5 112117/97 
U9 36 119 6 I Room-4 A Clo!:et Wall Intact Drywall Beige 0.80±0.14 POS 1.4 ± 0.4 1.4±0.4 2.5 :l2/17/9i' 
120 36 120 6 I Room-4 B Closet Wall Intact Drywall Beige 0.55 ± 0.15 NEG 1.2±0 5 0.6 ± 0 2 2.2 12/17/97 
121 36 121 6 I Room-4 A Closet Baseboard Intact Wood Beige 0.98 ± 1.26 POS 5.7 ± 1.9 5.7 ± 1.9 3.6 112/17/97 
122 36 122 6 1 Room-4 A Closet Shelf Intact Wood Beige 052±0.IS NEG 0.5 ± 0 4 05 ± 0.2 2.5 12117/97 
123 36 123 6 1 Kitchen A Wall Wall Intact Drywall Beige 0.30 ± 0 26 INCOM 0.1 ± 0 5 01±05 10.0 12/17/97 
124 36 124 6 1 Kitchen A Wall Wall Intact Drywall Beige 0.55 ± 0.14 POS 1.2 ± 0.3 1.2 ± 0.3 2.9 1121l7/97' 
125 36 125 6 I Kitchen B Wall Wall Intact Drywall Beige 0.69±0.19 POS 1.2 ± 0.3 1.2 ± 0.3 3.8 1l117/97 
126 36 126 6 I Kitchen C Wall Wall Intact Drywall Beige 0.88 ± 0.16 POS 1.5 ±0.4 I.S± 0.4 2.7 112/17/97 
127 36 127 6 1 Kitchen D Wall Wall Intact Drywall Beige 0.62 ± 0.25 POS 1.2 ± 0.3 1.2 ± 0.3 5.6 illlI7/9i' 
128 36 128 6 I Kitchen D Wall Baseboard Intact Wood Beige 065 ± 0.29 NEG 0.7±0.4 07 ± 0.3 4.1 12/17/97 
129 36 129 6 I Kitchen D Door Door Intact Wood Beige 038 ± 0.13 NEG 0.4 ± 0 4 0.4 ± 0 I 2.0 1211 7/97 
130 36 130 6 I Kitchen 0 Door Door Intact Wood Beige 069 ± 0.21 NEG 0.9 ± 0.5 07±02 26 12/17/97 
131 36 131 6 I Kitchen C Wmdow Casing Intact Wood Beige 002 ± 0.19 NEG -0.2±0.7 00 ± 0.2 10 12/17/97 
132 36 132 6 1 Kitchen C Window Sash Intact Wood Beige 1.46 ± 1.12 POS 3.4 ± 1.0 3.4 ± 1.0 4.5 12I17/9i' 
133 36 133 6 I Kitchen C Cabinet-Upr Door·Out Intact Metal Beige 030±010 NEG 03±O5 03±01 n 12117/97 
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Ranges (NEG<lNC<I'OS): lJievice PCS 

No Site XLNo Insp FIr Room Side Stre F,~at Cnd Sub Clr PbL(mglem') RES PbK Combined DI Date Note 

134 36 134 6 I Kitchen C Cabinet-Upr Inside Intact Metal Beige 001 ± 010 NEG 03 ± 0.7 O.O±O.I 1.0 12/17197 

135 36 135 6 1 Kitchen C Cabinet-Upr Shelf Intact Metal Beige 005 ± 0 23 NEG 0.0 ± 0 7 0.1 ± 02 39 12/17197 

136 36 136 6 1 Kitchen C Wall-Upr. Shelf Intact Metal Beige 017±0.10 NEG 0.1 ± 0 9 02±01 10 12/17/97 

137 36 137 6 I Kitchen B Wall-Upr Shelf Intact Wood Beige 053 ± 0.18 NEG 0.6 ± 0 4 0.5 ± 0.2 25 12117/97 

138 36 138 6 I Shutter Cal-I Calibrate Calibrate o OO± 0.00 O.O± 0 0 0.0 ± 0.0 0.0 12117197 
139 36 139 6 1 Calibrate-l Calibrate Calibrate 1.03 ± 0.13 POS 0.7 ± 0.5 1.0 ± 0.1 1.1 12117197 

140 36 140 6 1 Calibrate-2 Calibrate Calibrate 1.11 ± 0.24 POS 0.6± 0.5; l.l ± 0.2 2.3 12117/97 
141 36 141 6 1 Calibrate-3 Calibrate Calibrate 1.02 ± 0.22 POS 0.5±0.4 1.0± 0.2 2.1 12117/97 
142 36 142 6 1 Kitchen C Cabinet-Lwr Door-Out Intact Metal BeIge 0.40 ± 0.12 NEG -0.1 ± 0 5; 0.4 ± 0.1 20 12117197 

143 36 143 6 1 Kitchen C Cabinet-Lwr Shelf Intact Metal Beige 0.05 ± 010 NEG 0.4 ± 0 5 0.1 ± 0.1 1.7 12117/97 

144 36 144 6 1 Kitchen C Cabinet-Lwr Floor Intact Metal Beige 002 ± 010 NEG -0.4 ± 0 8 00±0.1 1.0 12/17/97 

145 36 145 6 I Kitchen A Cabinet-Lwr Floor Intact Wood Beige 005±0.18 NEG 01±07 0.1 ±02 14 12117/97 

146 36 146 6 I Kitchen A Cabinet-Lwr Shelf Intact Wood Beige 0.03 ± 017 NEG 02±07 O.O± 0 2 1.1 12/17/97 

147 36 147 6 I Kitchen A Cabinet-Lwr Door-Out Intact Wood Beige 0.52±0 15 NEG 06 ± OA 0.5 ± 02 2 I 12/17/97 

148 36 148 6 I Kitchen A Ca.binet-Upr Door-Out Intact Wood Beige 058 ± 0.17 NEG 1:.0 ± OA 06 ± 0.2 23 12117/97 

149 36 149 6 I Kitchen A Ca.binet-Upr Inside Intact Wood Beige 0.08 ± 0.44 NEG 0.0 ± 0.5· 01±0.4 3.0 12/17/97 
150 36 150 6 1 Room-5 A Wall Wall Intact Wood Beige 045±018 NEG 0.5 ± OA 0.5 ± 0.2 28 12117/97 

151 36 151 6 1 Room-5 B Wall Wall Intact Concrte Beige 0.59 ± 0.16 POS 1!.3±0.41 1.3 ± 0.4 3.3 12117/97 

152 36 152 6 1 Room-5 C Wall Wall Intact Concrte Beige 0.38 ± 0.16 POS Il.2 ± 0.41 1.2 ± 0.4 4.1 12/17/97 

153 36 153 6 1 Room-5 D Wall Wall Intact Concrte Beige 0.75 ± 0.23 POS 1:.9±0.5; 1.9± 0.5 3.7 12117/97 

154 36 154 6 1 Room-5 D Door Door Intact Wood Beige 1.37 ± 1.50 POS !i.5±Ui 5.5:1::1.8 3.8 12117/97 

155 36 155 6 1 Room-5 D Door Ca:sing Intact Wood' Beige 0.68 ± 0.18 POS 1!.4±0.3i 1.4:1:: 0.3 3.5 12/17197 

156 36 156 6 I Room-5 C Door Door Intact Wood Beige 0.43 ± 0.20 NEG 0.8 ± 04- 0.4 ± 0.2 3.0 12117/97 

157 36 157 6 I Room-5 C Door Casing Intact Wood Beige 0.44 ± 0.29 NEG 0.7 ± OA 04 ± 0.3 4.4 12/17/97 

158 36 158 6 1 Room-5 B Door Ca:ling Intact Wood Beige 0.57 ± 0.21 POS 1:.9 ± O.~; 1.9±0.6 3.1 12/17/97 

159 36 159 6 1 Room-5 B Door Door Intact Wood Beige 0.53 ± 0.18 NEG 0.5 ± OA 0.5 ± 0 2 2.5 12/17/97 

160 36 160 6 1 Room-5 C Window Ca:ling Intact Wood Beige 1.3l± 0.39 POS 1:.1±0.5; 1.3 ±0.4 4.0 12117/97 

161 36 161 6 1 Room-5 C Window S~lsh Intact Wood Beige 0.68 ± 0.45 POS 21.1 ±O.~I 3.1 ± 0.9 3.1 12/17/97 

161 36 161 6 1 Room-5 C Wall Pipes Intact Metal Beige 1.02:1:: 0.48 POS li.O±O.~; 1.0:1; 0.5 6.3 12117197 

163 36 163 6 1 Room-5 A Floor Radiator Intact Metal Beige 0.59 ± 0.14 POS 11.2± 0.41 1.2:1; 0.4 3.1 12117/97 

164 36 164 6 I Room-5 A RadIator Bo:dng Intact Wood Beige OOO±O 10 NEG 0.0 ± 0.6 OO±O.I 1.0 12117/97 

165 36 165 6 I Bath-2 0 Radiator Boxing Intact Wood Beige 0.00 ± 0.10 NEG O.O± 0.7 OO±O.I 10 12117197 

166 36 166 6 I Bath-2 0 Floor Radiator Intact Metal Beige 025 ± 0.37 NEG 0.3 ± 0.6 0.3 ± 0.4 7 I 12/17/97 

167 36 167 6 I Bath-2 A Wall Wall Intact Conerte Beige 0.75 ± 0.42 NEG 0.9± 05 0.8 ± 0.4 59 12/17/97 

168 36 168 6 1 Bath-2 D Wall Wall Intact Drywall Beige 0.56 ± 0.20 POS U±0.41 1.2:1:: 0.4 4.6 12117/97 

169 36 169 6 1 Bath-2 B Wall Wall Intact Conerte Beige 0.76 ± 0.58 NEG 0.7± OJ; 0.8 ± 0 6 7.8 12/17197 

170 36 170 6 1 Bath-2 C Wall Wall Intact Drywall Beige 0.58 ± 0.18 POS 11.2 ± 0.41 1.Z ± 0.4 3.9 12117/97 

171 36 \71 6 I Bath-2 C Wmdow Ca:lmg Intact Wood Beige 064 ± 0 26 NEG 0.8 ± 0,4 0.6± 0.3 35 12/17/97 

172 36 172 6 1 Bath-2 C Window Mullion Intact Wood Beige 0.86 ± 1.Z1 POS '1.2 ± 1.1 4.2:1:: 1.1 5.9 12/17197 

173 36 173 6 I Bath-2 0 Door Door Intact Wood Beige 0.73 ± 0.25 NEG 08 ± 0.5 0.7 ± 0.3 3.2 12/17/97 

174 36 174 6 I Bath-2 0 Door Casing Intact Wood Beige 0.89 ± 0.42 NEG 0.8 ± OA 0.9 ± 0 4 5.2 12/17/97 

175 36 175 6 1 Bath-2 0 Floor Casing Intact Concrte Grey 0.21 ± 0.14 NEG 0.1 ±0.8 0.2 ± 0.1 1.5 12/17/97 

176 36 176 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 12/17/97 

177 36 177 6 1 Calibrate-I Calibrate Calibrate 1.03 ± 0.13 POS 0.5± O.~; 1.0± 0.1 1.0 12117/97 

178 36 178 6 I Calibrate-2 Calibrate Calibrate 0.94 ± 0.20 NEG 0.3 ± 0.41 0.9 ± 0.2 2.0 12/17/97 

179 36 179 6 1 Room-6 A Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -02 ± 0 7 O.O±O.I 1.0 12/17/97 

180 36 180 6 1 Room-6 B Wall Wall Intact Drywall BeIge 0.01 ± 0.18 NEG 01 ± 0.7 0.0 ± 0.2 1.0 12/17/97 

181 36 181 6 1 Room-6 C Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -04 ± 0.7 OO± 0.1 10 12117197 

182 36 182 6 1 Room-6 0 Wall Wall Intact Drywall Beige 0.01 ± 0.24 NEG -0.2 ± 0 7 00±02 1.0 12117/97 

183 36 183 6 1 Room-6 C Window Ca:ling Peeling Wood Beige 0.01 ± 0.10 NEG 0.2 ± 0.5 00±01 28 12/17197 

184 36 184 6 1 Room-6 C Window Sash Peeling Wood Beige OOO±O.IO NEG -0.4 ± 0.7 O.O±O.I 14 12/17/97 

185 36 185 6 I Room-6 C Wall Baseboard Intact Wood Beige 0.00 ± 010 NEG -0 I ±0.6 0.0±0.1 1.0 12/17/97 

186 36 186 6 I Room-6 A Door Door Intact Wood Beige 0.59 ± 0 24 NEG 0.4 ± 0.4 0.6±0 2 33 12/17/97 

187 36 187 6 I Room-6 A Door Casmg Intact Wood Beige 0.01 ± 0 27 NEG -0.4 ± 0.7 O.O± 0 3 1.0 12/17197 

188 36 188 6 1 Room-6 A Door Ovrhd-Door Intact Wood Beige 003 ± 0.38 NEG 0.3 ± 0.6 O.O± 0 4 15 12/17/97 

189 36 189 6 1 Room-6 C Radiator Boxing Intact Wood Beige 0.00 ± 0.10 NEG 01±05 00±01 10 12117/97 

190 36 190 6 I Room-6 C Floor Radiator Intact Metal Beige 0.11 ± 0.27 NEG 0.6 ± 0.6 0.1 ± 0.3 43 12117/97 

191 36 191 6 I Room-6 A Closet Door Intact Wood Beige 004±O.21 NEG 0.2 ± 0.6 00±02 12 12117197 

192 36 192 6 1 Room-6 A Closet Casing Intact Wood Beige 0.11 ± 0.22 NEG O.O± 0.6 0.1 ± 0.2 2.2 12/17/97 

193 36 193 6 I Room-6 B Wall Wall Intact Drywall Beige 003 ± 0.25 NEG 0.2 ± 0 7 0.0 ± 0.3 27 12117/97 

194 36 194 6 I Room-6 C Wall Wall Intact Drywall Beige 000 ± 0.10 NEG -0.1 ± 0 7 O.O± 0.1 1.0 12/17/97 

195 36 195 6 1 Room-6 0 Wall Wall Intact Wood Beige 0.21 ± 0.50 NEG -03 ± 0 4- 0.2 ± 0.5 54 12/17197 

196 36 196 6 1 Room-6 0 Closet Shelf Intact Wood Beige 0.02±0 14 NEG 0.3 ± 0 6 OO± 0.1 10 12/17/97 

197 36 197 6 I Room-6 0 Floor Floor Intact Concrte Grey 0.18 ± 0 II NEG 0.1 ± 0 8 02 ± 0.1 13 12/17/97 

198 36 198 6 1 Inside-6 A Garage Wall Intact Concrte White 009±044 NEG 01±08 01 ± 0.4 33 12/17/97 

199 36 199 6 I Inside-6 B Garage Wall Intact Concrte White 004±010 NEG 03 ± 0.6 O.O± 0.1 13 12/17/97 

200 36 200 6 I Inside-6 C Garage Wall Intact Concrte White 004±015 NEG -0.3 ± 0.8 0.0 ± 0 2 13 12/17/97 

20t 36 201 I Inside-6 D Garage Wall Intact Concrte White 003 ± 0 29' NEG -0.2 ± 0.8 0.0 ± 0.3 12/17/97 
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202 36 202 6 I Gara,ge 0 Wall Shelf Intact Wood White 015±010 NEG -0.6 ± 0 6 -0.6 ± 0.6 10.0 12/17/97 
203 36 203 6 I Garage C Pegboard Pegboard Intact Wood White 0.00 ± 013 NEG -0.3 ± 0 6 O.O±O.I 1.0 12117/97 
204 36 204 6 1 Garage B Door Door Intact Wood Whille »5.0 ± 1.00 POS 12.1 ± 2.4 12.1 ± 2.4 2.2 1.2117/97 
205 36 205 6 1 Garage B Door Casing Intact Wood Whi1le »S.O± 1.00 POS 11.3±2.7 11.3 ± 2.7 3.1 12/17/97 
206 36 206 6 1 Garage B Door Door Inlact Wood Whilte »5.0± 1.00 POS 13.6 ± 2.5 13.6 ± 2.5 2.6 12117/97 
207 36 207 6 1 Garage B Door Casing Inlacl Wood Whille »S.O± 1.00 POS 18.4 ± 3.0 18.4 ± 3.0 2.7 12/17/97 
208 36 208 6 I Garage B Door Scm-sash Intact Wood While 004 ± 0.\0 NEG 0.3 ± 0.7 0.0 ± 0.1 1.0 12117/97 
209 36 209 6 1 Garage B Door Sern-sash Intact Wood Whille »5.0± 1.00 POS 12.1 ± 2.3 12.1 ± 2.3 4.9 1.2117/97 
210 36 210 6 1 Garage C Door Door Intact Wood Whille »5.0± 1.00 POS 9.6±2.3 9.6± 2.3 5.2 12117/97 
21 I 36 211 6 1 Garage B Wall Elec-Panel Intacl Metal While o.oo± 0 \3 NEG -03 ± 0.8 O.O± 0.1 10 \2/17/97 
212 36 212 6 I equip-rm A Wall Wall Intact Concrte White 0.01 ± 0.23 NEG -0.3 ± 0.8 0.0 ± 0.2 1.3 \2/17/97 
213 36 213 6 I equip-rm B Wall Wall Intact Concrte White 003 ± 0.29 NEG -0.6 ± 0.8 00±03 2.1 12/17/97 
214 36 214 6 I equip-rm B Wall Wall Intact Bnck While 0.04 ± 0.20 NEG -0.4 ± 0.8 o O± 0.2 1.4 12/17/97 
215 36 215 6 I equip-rm C Wall Wall Intact Concrte White 0.01 ± O. \0 NEG -0.3 ± 0.8 o.o± 0.1 1.0 12/17/97 
216 36 216 6 1 equip-rm 0 Wall Wall Intacl Concrte While 0.02 ± 029 NEG 0.0 ± 0.8 0.0 ± 0.3 1.3 12/17/97 
217 36 217 6 1 equip-·rm 0 Door Door Peeling Wood Whille »5.0± 1.00 POS 13.0±2.4 13.0± 2.4 2.0 12/17/97 
218 36 218 6 1 equip-rm 0 Door Casing Peeling Wood Wbille 3.86 ± 2.24 POS 5.3 ± 1.9 5.3 ± 1.9 1.9 u/17/97 
219 36 219 6 1 equip-rm A Window Sash Peeling Wood White 0.04 ± 0.12 NEG OJ ± 0 7 0.0 ± 0.1 1.0 12/17/97 
220 36 220 6 I equip-rm A Door Ovrhd-Door Intact Wood White 0.00 ± 0.\0 NEG 00 ± 0.7 O.O± 0.1 10 12117/97 
221 36 221 6 1 Porch-2 A Porch-:! Columns Intact Wood Whille »5.0± 1.00 POS 12.3±2.3 12.3 ± 2.3 5.8 12/17/97 
222 36 222 6 I Porch-2 B Wall Wall Intact Concrte White 0.02 ± 0.31 NEG 0.0 ±O.8 0.0 ± 0.3 1.5 12/17/97 
223 36 223 6 I Porch-2 C Wall Wall Intact Concrte White O.OO'± 0.10 NEG -0.3 ± 0.8 0.0 ± 0.1 1.0 12117/97 
224 36 224 6 I Porch-2 C Wall Wall Intact Concrte White 004 ± 0.24 NEG -0.1 ± 0.7 O.O± 0.2 3.6 12/17/97 
225 36 U5 6 1 Porch-2 0 Door Door Intact Wood Wbille »5.0± 1.00 POS 13.7 ± 2.5 13.7 ± 2.5 7.3 12117/97 
226 36 226 6 1 Porcb-2 0 Door Casing Intact Wood Wbilte »S.O± 1.00 POS 12.8±2.5 12.8 ± 2.5 5.3 12117197 
227 36 227 6 1 Porcb-2 B Door Door Intact Wood Black »5.0± 1.00 POS 11.8 ± 2.5 11.8 ± 2.5 5.3 1Z117/97 
228 36 228 6 1 Porch-2 B Door Door Peeling Wood Wbilte »5.0:10 1.00 POS 9.3 ±2.5 9.3 ±2.5 2.2 12117/97 
229 36 229 6 1 Porch-2 B Door Door Peeling Wood Wbille »S.O± 1.00 POS 15.9 ± 2.8 15.9 ± 2.8 4.4 Ul17197 
230 36 230 6 1 Porch-2 B Door Casing Peeling Wood Wbilte »5.0± 1.00 POS 13.1 ±2.7 13.1 ± 2.7 5.3 12117/97 
231 36 231 6 1 Porcb-2 C Window Casing Intact Wood Black »S.O±I.00 POS 11.8 ± 2.6 11.8± 2.6 4.0 12/17/97 
232 36 232 6 1 Porch-2 C Window Boxing Intact Wood Wbilte »5.0± 1.00 POS 8.9±2.3 8.9± 2.3 5.4 12/17197 
233 36 233 6 1 Porch-2 B Floor Floor Peeling Concrte Grey 1.11 ± 0.22 POS 1.2 ± 0.6 1.1 ± 0.2 2.1 12117/97 
234 36 234 6 1 Porch-l C Porch Columns Intact Concrte Wbilte 1.36 ± 0.30 POS 1.7 ± 0.7 1.4 ± 0.3 2.1 1.2117/97 
235 36 235 6 I Porch-l C Porcb Lattice Intact Wood Wbilte 0.88 ±0.10 POS 5.2 ± 1.7 5.2 ± 1.7 10.0 12117/97 
236 36 236 6 I Porch-I C Door Scm-dr Inlact Wood White OOO±O.IO NEG 0.1 ± 0.5 00 ± 0.1 1.1 12117/97 
237 36 237 6 I Porch-I B Door Scm-dr Inlact Wood Whil:e OOO±O.IO NEG -03 ± 0.7 00 ± 0.1 10 12/17/97 
238 36 238 6 1 Porch-l B Door Casing Intact Wood Wbilte »5.0± 1.00 POS 16.2 ± 2.7 16.2 ± 2.7 4.7 12117197 
239 36 239 6 1 Porch-l A Door Door Intact Wood Wbilte 3.29 ± 2.81 POS 4.9 ± 1.2 4.9± 1.2 2.8 12117/97 
240 36 240 6 1 Porch-l A Door Door Intact Wood Wbilte 2.67 ± 1.46 POS 6.1 ± 2.0 6.1 ± 2.0 2.4 12117197 
241 36 241 6 I Porch-I A Wall Wall Intact Concrte Whilie 077 ± 0.18 NEG 0.9 ± 0.5 0.8 ± 0.2 2 I 12/17/97 
242 36 242 6 I Porch-I 0 Wall Wall Intact Concrte Whille 0.57 ± 0.16 NEG 0.6 ± 0.5 0.6 ± 0.2 22 12/17/97 
243 36 243 6 1 Porcb-l A Window Casing Intact Wood Wbilte 3.99 ± 2.11 POS 11.4 ± 2.3 11.4 ± 2.3 3.4 12117197 
244 36 244 6 1 Porch-l A Window Sasb-Ext Intact Wood Whilte 3.55 ± 2.55 POS 9.4 ±2.4 9.4 ± 2.4 2.6 12117/97 
245 36 245 6 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 O.O± 0.0 0.0 12/17/97 
246 36 246 6 1 Calibnlte-l Calibralte Calibrate 0.99± 0.10 POS 0.S±0.5 1.0± 0.1 1.0 12117/97 
247 36 247 6 1 Calibnlte-2 Calibralle Calibrate 1.11 ± 0.24 POS 0.3 ±0.4 1.1 ± 0.2 2.3 lZI17/97 
248 36 248 6 1 Calibnlte-3 Calibralte Calibrate 1.11 ± 0.24 POS 0.1 ±0.5 1.1 ± 0.2 2.3 1.2117/97 
249 36 390 6 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 O.O± 0.0 0.0 12118/97 
250 36 391 6 2 Calibnlte-l Calibralte Calibrate 1.12 ± 0.14 POS 0.7 ± 0.4 1.1 ± 0.1 1.1 12/19/97 
251 36 392 6 2 Calibnlte-2 Calibralle Calibrate 1.11 ± 0.14 POS 0.8±0.S 1.1 ± 0.1 1.1 12119/97 
252 36 393 6 2 Calibnlte-3 Calibralte Calibrate 1.04± 0.13 POS 0.8±0.S 1.0 ± 0.1 1.0 12/19/97 
253 36 394 6 2 Calibrate-4 CalIbrate Calibrate 091±0.19 NEG 09±04 0.9 ± 0.2 20 12/19197 
254 36 395 6 2 Batb·-5 A Wall Wall Intact Drywall Beige 1.21 ± 0.85 POS 3.8 ± 1.2 3.8± 1.2 3.8 lZI19/97 
255 36 396 6 2 Batb·-S B Wall Wall Intact Drywall Beige 0.89±0.26 POS 2.4 ± 0.7 2.4±0.7 2.7 lZI19/97 
256 36 397 6 2 Batb··5 C Wall Wall Intact Drywall Beige 0.92 ± 0.57 POS 3.2 ± 1.0 3.2 ± 1.0 3.6 12119197 
257 36 398 6 2 Batb .. S 0 Wall Wall Intact Drywall Beige 1.13 ± 0.63 POS 3.4 ± 1.1 3.4± 1.1 3.7 lZI19/97 
258 36 399 6 2 Bath··5 0 Door Door Intact Wood Beige 051±0.19 NEG 0.2 ± 0.4 0.5 ± 0.2 2.7 12/19/97 
259 36 400 6 2 Bath·S 0 Door Casing Intact Wood Beige 0.75±0.78 POS 5.1 ± 1.7 5.1 ± 1.7 2.5 lZ119/97 
260 36 401 6 2 Bath·S C Window Casing Intact Wood Beige 0.99 ± 0.53 POS 3.0±0.9 3.0±0.9 3.2 lZ119/97 
261 36 402 6 2 Batb·-S C Window Sash Intact Wood Beige 1.53 ± 1.33 POS 4.0 ± 1.1 4.0± 1.1 5.2 12119/97 
262 36 403 6 2 Bath .. S C Cabinell Door-Out Intact Metal White 0.49 ± 012 NEG 06±06 05 ± 0.1 1.8 12/19/97 
263 36 404 6 2 Bath··S C Cabinell Inside Intact Metal White 075±0.16 NEG 0.8 ± 0.5 08 ± 0.2 18 12/19/97 
264 36 405 6 2 Bath .. 5 C Floor Radiator-Box Intact Wood Beige OOO±O 12 NEG 0.2 ± 0.5 O.O± 0 I 10 12/19/97 
265 36 406 6 2 Bath··5 C Floor Radiator Intact Metal Beige 052±0.14 NEG 0.9 ± 0.6 0.5 ± 0.1 20 12/19/97 
266 36 407 6 2 Bath··5 A Cabinel: Door-Out Intact Wood Beige 047±0.\3 NEG 01±04 0.5 ± 0.1 18 12/19/97 
267 36 408 6 2 Bath .. S A Cabineli Inside Intact Wood Beige 022 ± 0.17 NEG 0.3 ± 0 6 0.2 ± 0.2 15 12/19/97 
268 36 409 6 2 Bath··5 A Cabinelt Door-Out Intact Wood Beige 0.58 ± 0.16 NEG 0.3 ± 0.4 0.6 ± 0.2 2.0 12/19/97 
269 36 410 6 2 Bath··5 A CablOell Inside Intact Wood Beige 0.79±021 NEG 10±04 0.8 ± 0.2 26 12/19/97 
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270 36 411 6 2 Room-4 A Wall WlLlI Intact Drywall Beige 0.IS±0.37 NEG OS ± 0.5 02 ± 0.4 54 12/19/97 
271 36 412 6 2 Room-4 B Wall WILli Intact Drywall Beige 0.22 ± 027 NEG 07±04 02±03 46 12/19/97 
272 36 413 6 2 Room-4 C Wall WlLlI Intact Drywall Beige o OS ± 0 36 NEG 0.3 ± 0.6 01±04 33 12119197 
273 36 414 6 2 Room-4 0 Wall WILli Intact Drywall Beige 0.25 ± 0 30 NEG 09 ± 0.5 0.3 ± 0 3 50 12119197 
274 36 415 6 2 Room-4 D Wall Baseboard Intact Wood Beige 1.25 ± 1.56 POS 5.6± 1.8 5.6 ± 1.8 4.1 12/19/97 
275 36 416 6 2 Room-4 D Window Cas.jng Intact Wood Beige 1.13 ± 0.61 POS 3.2 ±0.9 3.2±0.9 3.5 12/19/97 
276 36 417 6 2 Room-4 D Window Sallb Intact Wood Beige 1.03 ± 0.64 POS 4.4 ± 1.1 4.4 ± 1.1 2.9 12/19/97 
277 36 418 6 2 Room-4 A Door Door Intact Wood Beige 0.47 ± 0.14 NEG 0.5 ± 0.4 0.5 ± 0.1 2.0 12/19/97 
278 36 419 6 2 Room-4 A Door Cas.jng Intact Wood Beige 0.77 ± 0.86 POS 5.2 ± 1.7 5.2 ± 1.7 2.7 12119197 
279 36 420 6 2 Room-4 C Window Boxing Intact Wood Beige 1.03 ±0.33 POS 0.8±0.4 1.0± 0.3 3.7 12/19197 
280 36 421 6 2 Room-4 C Floor Radiator-Box Intact Wood Beige 0.00 ± 0.10 NEG 0.2 ± 0.5 O.O± 0.1 10 12119/97 
281 36 422 6 2 Room-4 C Floor Floor Intact Wood Varnish O.OO±O 10 NEG -0.4 ± 08 O.O± 0.1 1.0 12/19/97 
282 36 423 6 2 Room-4 C Floor Radiator Intact Metal Beige 014 ± 0.31 NEG o.o± 07 01 ± OJ 59 12119197 
283 36 424 6 2 Room-4 0 Closet Door Intact Wood Beige 0.13 ± 0.29 NEG 02±05 01±03 2.9 12/19197 
284 36 425 6 2 Room-4 D Closet Cuing Intact Wood Beige 1.01 ± 0.94 POS 5.1 ± 1.6 5.1 ± 1.6 10.0 12119197 
285 36 426 6 2 Room-4 0 Closet Wall Intact Drywall Beige 036 ± 0.38 NEG 0.9 ± 0.5 04±04 6.0 12119/97 
286 36 427 6 2 Room-4 A Closet Wall Intact Drywall Beige 045 ± 0.36 NEG 1.0 ± 0.5 05 ± 0.4 5.8 12119/97 
287 36 428 6 2 Room-4 B Closet Willi Intact Drywall Beige 0.64± 0.47 POS 1.9 ± 0.5 1.9± 0.5 6.9 12119197 
288 36 429 6 2 Room-4 C Closet Willi Intact Drywall Beige 0.64± 0.35 POS l.l ± 0.4 1.1 ± 0.4 7.7 12119197 
289 36 430 6 2 Room-4 C Closet Baseboard Intact Wood Beige 0.29 ± 0.65 POS 5.2 ± 2.0 5.2 ± 2.0 2.4 12/19197 
290 36 431 6 2 Room-4 B Closet-Lwr Shdf Intact Wood Beige 0.07±019 NEG 0.1 ± 0.4 0.1 ± 0.2 2.2 12119/97 
291 36 432 6 2 Room-4 B Closet-Upr Shdf Intact Wood 'Beige 0.21 ± 0.32 NEG 0.3 ± 0.4 0.2 ± OJ 47 12/19/97 
292 36 433 6 2 Room-l B Ceiling Crown·mold Intact Wood Beige 018±028 NEG 0.4 ± 0.4 0.2 ± 0.3 7.1 12119/97 
293 36 434 6 2 Room-I B Ceiling Ceiling Intact Drywall Beige 018±0.31 NEG 0.5 ± 0.5 0.2 ± 0 3 49 12/19/97 
294 36 435 6 2 Room-I B Closet Ceiling Intact Drywall Beige 028±018 NEG 0.2 ± 04 03 ± 0.2 32 12/19/97 
295 36 436 6 2 Room-I B Closet Ceiling Intact Wood Beige 0.41 ± 024 NEG 0.3 ± 0 4 04±02 36 12119/97 
296 36 437 6 2 Bath-3 B Ceiling Ceiling Intact Drywall Beige 093 ± 0.28 NEG 1.J±05 09±03 3.4 12/19/97 
297 36 438 6 2 Hall-2 B Ceiling Ceiling Intact Drywall Beige 0.12±0.19 NEG I I ± 0.5 0.1 ± 0 2 71 12119/97 

298 36 439 6 2 Hall-2 B Ceiling Crown·mold Intact Wood Beige 0.04 ± 0.39 NEG 02 ± 0.8 00 ± 0.4 19 12/19/97 
299 36 440 6 2 Hall-2 C Ceiling-clos Crown-mold Intact Wood Beige 0.99 ± 0.68 POS 2.1 ± 0.5 2.1 ± 0.5 10.0 12/19197 
300 36 441 6 2 Hall-2 C Closet Ceiling Intact Drywall Beige 067 ± 046 NEG o 6± 0.5 07 ± 0.5 6.8 12/19197 
301 36 442 6 2 Bath-4 C Ceiling Ceilmg PeelIng Drywall Beige 065 ± 027 NI,G 1.0±0.5 0.7 ± 0 3 39 12/19/97 
302 36 443 6 2 Room-2 D Ceiling Ceiling Intact Drywall Beige 0.34 ± 0.58 POS 3.0 ± 1.0 3.0 ± 1.0 6.8 12119/97 
303 36 444 6 2 Room-2 D Ceiling Crown-mold Intact Wood Beige 0.04 ± 0.36 POS 3.2±0.9 3.2 ± 0.9 1.9 12119/97 
304 36 ·445 6 2 Room-2 D Ceiling-clos Crown-mold Intact Wood Beige 1.69 ± 1.96 POS 4.1 ± 1.3 4.1 ± 1.3 7.2 12/19/97 
305 36 ·446 6 2 Room-2 D Closet Ceiling Intact Drywall Beige 2.64 ± 3.45 POS 4.7:10 1.6 4.7 ± 1.6 9.8 12119/97 
306 36 447 6 2 Room-3 0 Closet Ceiling Intact Drywall Beige 0.35 ± 0.26 NEG 0.7 ± 0.4 0.4 ± 0.3 4.5 12/19/97 
307 36 448 6 2 Room-3 D Ceiling-clos Crown·-mold Intact Wood Beige 1.80± 4.29 POS 5.9 ± 1.8 5.9 ± 1.8 6.3 12119197 
308 36 449 6 2 Porcb-3 D I~orch Ceiling Intact Drywall Beige 0.29 ± 0.20 POS 1.2 ± 0.4 1.2 ± 0.4 10.0 12119197 
309 36 450 6 2 Porcb-3 C Ceiling Crown·-mold Intact Wood Beige 0.22 ± 0.73 POS 5.2 ± 1.7 5.2 ± 1.7 5.0 12119197 
310 36 451 6 2 Batb-5 C Ceiling Ceiling Intact Drywall Beige 1.34 ± 0.80 POS 3.4 ± 1.1 3.4± 1.1 4.5 12119197 
311 36 -452 6 2 Room-4 B Ceiling Ceiling Intact Drywall Beige 0.13 ± 0.35 NEG 0.3 ± 0.5 o I ± 0.4 5 I 12119/97 
312 36 453 6 2 Room-4 B CeIling Crown .. mold Intact Wood Beige 003 ± 0.11 NEG 0.2 ± 0 5 0.0 ± 0.1 1.5 12/19/97 
313 36 ·454 6 2 Room-4 B Ceiling-clos Crown-mold Intact Wood Beige 1.09 ± 0.43 POS 1.2 ± 0.5 1.1 ± 0.4 5.0 12119/97 
314 36 455 6 2 Room-4 B Closet Ceiling Intact Drywall Beige 1.10 ± 0.64 POS 1.3 ± 0.4 1.3 ± 0.4 9.0 12119197 
315 36 456 6 I Room-l B Ceiling Ceiling Intact Drywall Beige 0.45 ± 0.29 NI,G 0.9 ± 0.3 0.9 ± 0.3 10.0 12/19/97 
316 36 457 6 1 Room-l B Ceiling Crown-mold Intact Wood Beige 0.21±0.69 POS 4.1 ± 1.3 4.1:10 1.3 3.7 12/19197 
317 36 ,458 6 1 Room-l B Wall Crown·-mold Intact Wood Beige 0.66 ± 0.56 POS 4.6 ± 1.2 4.6 ± 1.2 10.0 12/19197 
318 36 459 6 I Hall-l B Ceiling Crown .. mold Intact Wood Beige 000±0.10 NEG -0.1 ± 0.6 OO± 0.1 1.0 12/19/97 
319 36 460 6 I Hall-l B Ceiling Ceiling Intact Drywall Beige 0.14 ± 0.30 NEG 09 ± 0.5 0.1 ±0.3 4.6 12/19/97 
320 36 461 6 I Room-2 C Ceiling Ceiling Intact Drywall Beige 025 ± 0 33 NEG 07 ± 0.5 03±03 7.6 12119/97 
321 36 ·462 6 I Room-2 C Ceiling Crown .. mold Intact Wood Beige 008 ± 0 28 NI,G 1.0 ± 0.4 0.1 ± 0 3 3.9 12119197 
322 36 ·463 6 1 Room-2 C Wall Crown·-mold Intact Wood Beige 0.15 ± 0.84 POS 5.5 ± 1.8 5.5 ± t.8 3.2 12/19/97 
323 36 ·464 6 1 Porch-l C I~orch Ceiling Intact Wood Beige 3.29 ± 2.81 POS 9.9± 2.3 9.9 ± 2.3 3.4 12119/97 
324 36 ·465 6 1 Porch-l C Ceiling Crown .. mold Intact Wood Beige 2.45 ± 1.84 POS 4.7 ± 1.5 4.7 ± 1.5 3.4 12119197 

325 36 .466 6 I Room-3 D Ceiling Crown-mold Intact Wood Beige 0.05 ± 0.11 POS 1.2 ± 0.3 1.2 ± 0.3 2.9 12119/97 

326 36 ·467 6 1 Room-3 D Wall Crown-mold Intact Wood Beige 0.O3±0.20 POS 5.4± 1.8 5.4 ± 1.8 1.0 12119/97 

327 36 468 6 J Room-3 0 Ceiling Ceiling Intact Drywall Beige 0.04 ± 0.\0 NI,G -02 ± 0.6 OO± 0.1 38 12119/97 

328 36 469 6 I Room-4 D Ceiling Ceiling Intact Drywall Beige 077±0.19 NEG 1.2 ± 0.5 08 ± 0.2 23 12119/97 

J29 36 .470 6 1 Room-4 D Ceiling Crown·-mold Intact Wood Beige 0.54 ± 0.14 POS 1.5± 0.3 1.5 ± 0.3 3.2 12119/97 

130 36 ·471 6 I Room-4 A Closet Ceiling Intact Drywall Beige 066±017 NEG 0.8 ± 05 0.7 ± 0.2 2.2 12/19/97 

131 36 472 6 I Kitchen D Ceiling Ceiling Intact Drywall Beige 051 ±0.18 NEG 1.1 ±04 0.5 ± 0 2 2.8 12/19/97 

132 36 473 6 I Kitchen D CeilIng Crown .. mold Intact Wood Beige 045 ± 0.25 NEG 1.0 ± 0 4 0.5 ± OJ 4.1 12119/97 

133 36 .(74 6 1 Room-5 D Ceiling Cemng Intact Drywall Beige 0.74 ±0.22 POS 1.5± 0.4 1.5 ± 0.4 4.6 12119/97 
,34 36 475 6 1 Room-6 D Ceiling CeiUng Intact Drywall Beige OOO±O 15 NI,G 0.2 ± 06 0.0 ± 0.2 10 12119197 

35 36 476 6 I Room-6 0 Ceiling Crown .. mold Intact Wood Beige 006 ± 0 30 NEG 0.2 ± 0 5 01±03 36 12/19/97 

36 36 477 6 I Room-6 C Closet Ceiling Intact Wood Beige 005 ± 0 22 NEG 0.1 ± 0 6 0.1 ± 0 2 13 12/19/97 
37 36 478 I Bath-2 C Closet Ceilinr lntact Drywall Beige '062 ± 0 32 NEG 0.4 ± 0.6 0.6 ± 0 3 4 '/19197 
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338 36 479 6 I Garage A Gar.,ge Ceiling Intact Wood Willtc 3.13 ± 2.97 POS 5.1 ± 1.7 5.1 ± 1.7 1.9 ,12/19/97 
339 36 480 6 I Porch-2 A Por.:h Ceiling Intact Wood White »5.0 ± 1.00 POS 21.0 ± 3.1 21.0 ± 3.1 10.0 12119/97 
340 36 481 6 I Shutter Cal-I CaltblCate Calibrate 0.00 ± 0 00 00 ± 0.0 OO±OO 0.0 12/19/97 
341 36 482 6 I Calibrate-I Calibmte Calibrate 098 ± 010 NEG 1.1 ± 0.4 10 ± 0.1 10 12/19/97 
342 36 483 6 I Calibrate-2 Calibmte Calibrate 088 ± 0.19 NEG 04±05 09±02 20 12/19/97 
343 36 484 6 I Calibrate-3 Caliblrate Calibrate 0.99 ± 0.21 POS 0.4 ±0.4 1.0± 0.2 2.1 112119/91' 
344 36 485 6 I Outside-O A House Wall Intact Concrte White 001 ± 0.10 NEG 0.2 ± 0.8 0.0 ± 0.1 10 12/19/97 
345 36 486 6 I Outside-O A Door Door Intact Wood White 0.05 ± 0.10 NEG -0.2 ± 0.7 0.1 ±O.I 10 112/19/97 
346 36 487 6 I Ouuide-O A Door Casing Intact Wood White 3.49 ± 2.60 POS 20.3 ± 2.9 20.3 ±2.9 5.3 II 2fl 9197 
347 36 488 6 I Outside-O A Door Scm-dr Intact Wood Bluck 078 ± 0.51 NEG 0.0 ± 0 3 0.0 ± 0.3 10.0 12/19/97 
348 36 489 6 I Ouuide-O A Window-Upr Sash-Ext Intact Wood White »5.0± 1.00 POS 14.6 ± 2.7 14.6 ± 2.7 6.3 112/19197 
349 36 490 6 I Ouuide-O A Stairs Rail-cap Intact Metal Bblck 1.14 ± 0.18 POS 1.1±0.7 1.1 ± 0.2 1.6 112f19/97 
350 36 491 6 I Outside-O A Stain Newal-post Intact Metal Bhlck 4.46 ± 1.64 POS 7.3 ±2.5 4.5± 1.6 1.6 II 2f1 9197 
351 36 492 6 1 Ouuide-O A Stain Baluster Intact Metal Bhlck 3.16 ± 1.05 POS 4.1 ± 1.5 3.2 ± 1.1 2.4 112f19197 
352 36 493 6 I Outside-O A House Wall-Tri Intact Concrte Black 084 ± 0.53 NEG -0.3 ± 0 4 -0.3 ± 0.4 10.0 W19/9i' 
353 36 494 6 I Outside-O B House Wall Intact Concrte White 0.00 ± 0.14 NEG -0.1 ± 0.7 OO± 0.1 1.0 112/19/97 
354 36 495 6 I Outside-O B House Wall Intact Brick White O.OO±O.IO NEG -0.5 ± 0.8 0.0 ± 0.1 1.0 112/19/97 
355 36 496 6 I Outside-O B Window Sash-Ext Intact Wood White »5.0± 1.00 POS 15.5 ± 2.6 15.S± 2.6 5.2 112/19/97' 
356 36 497 6 I Ouuide-O B Window Casing Intact Wood White :>,>5.0 ± 1.00 POS 22.7 ± 3.2 22.7 ± 3.2 6.1 112/19197 
357 36 498 6 I Outside-O B Window Trough Intact Wood White »5.0± 1.00 POS 20.9 ± 3.1 20.9 ± 3.1 5.8 112f19/91' 
358 36 499 6 1 Outside-O B Window Scrn-sash-Ext Intact Wood Bhlck :>·>5.0 ± 1.00 POS 16.5± 2.7 16.S± 2.7 4.0 112/1919" 
359 36 500 6 I Outside-O B Stilirs Stringer Intact Concrte White 0.01±020 NEG -0.1 ±0.9 0.0 ± 0.2 1.0 12/19/97 
360 36 501 6 I Porch-I B Pon:h Floor Intact Concrte Grey 020 ± 017 NEG -0.1 ±09 02 ± 0.2 16 112/19/97 
361 36 502 6 I Outside-I B Door Scm-dr Intact Wood Black 009 ± 0.33 NEG -04 ± 06 0.1 ± 0 3 5.0 12/19197 
362 36 503 6 I Outside-I B Door Casing Intact Wood White »5.0± 1.00 POS 30.4±3.8 30.4 ± 3.8 6.9 112/19/91' 
363 36 504 6 I Outside B Porch-I Lattice Intact Wood White 0.38 ± 0.10 NEG 07 ± 0.4 0.4 ± 0.1 13 112119/97' 
364 36 50s 6 I Outside B Porch-I Lattice Intact Wood White »5.0± 1.00 POS 26.6 ± 3.5 26.6 % 3.S 7.5 112/19197' 
365 36 506 6 I Outside B Porch-I Lattice Intact Wood Wltite »5.0± 1.00 POS 24.1 ± 3.3 24.1 ± 3.3 9.8 112119197' 
366 36 507 6 1 Outside-I B Porch-I Downspout Intact Metal White 001 ±O.lO NEG -0.3 ± 0.6 O.O± 0 I 10 112119/97 
367 36 508 6 I Outside-O C House Wall Intact Concrte White 0.01 ± 0.11 NEG 0.1 ±0.6 O.O±O.I 1.0 112/19197' 
368 36 509 6 I Outside-O C Grounds Fence Intact Wood Wltite 3.02 ±3.08 POS 7.8 ± 2.1 7.8 ± 2.1 8.1 112/19197' 
369 36 510 6 I Outside-O D House Downspout Intact Metal White 2.70 ± 3.39 POS 7.0 ± 2.11 7.0±2.0 7.0 112/19197 
370 36 Sll 6 I Outside-O C Trellis Trellis Intact Wood Wltite 1.93 ± 0.67 POS 5.11 ± 1.7 5.0± 1.7 1.1 112/19197' 
371 36 512 6 1 Outside-O C House gutter Peeling Metal Wltite »5.0± 1.00 POS 1l.3 ± 2.5 11.3 ± 2.5 7.0 1I2f19197' 
372 36 513 6 I Outside-O D Oil-Tank Pipes Intact Metal White 002 ± 0.22 NEG -0.1 ± I I 00±02 16 '12/19/97 
373 36 514 6 2 Ouuide-O D House Fascia Intact Wood White >,>5.0 ± 1.00 POS 10.2 ± 2.3 10.2 ± 2.3 3.9 112/19197' 
374 36 515 6 2 Outside-O D House Soffit Intact Wood White 2.98 ± 3.12 POS 2S.6±3.4 25.6±3.4 10.0 112119/9" 
375 36 516 6 I Outside-O A garagc:-dr Ovrhd-Door Intact Metal White 0.01±0.10 NEG 0.0 ± 0.8 0.0 ± 0.1 10 :12/19/97 
376 36 517 6 1 Outside-O A garagl~dr Casing Intact Wood Wltite »5.0± 1.00 POS 15.4 ± 2.9 15.4 ± 2.9 6.6 112119/97' 
377 36 518 6 I Outside-O A Grounds Fence Intact Wood White »5.0± 1.00 POS 13.3 % 2 .. 6 13.3 ± 2.6 6.1 112/19!97' 
378 519 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 00 "12/19/97 
379 36 520 6 I Calibrate-I Caliblrate Calibrate 1.04 ± 0.13 POS 0.4±0.5 1.0 ± 0.1 1.0 112/19197' 
380 36 521 6 I Calibrate-2 Caliblrate Calibrate UO± 0.24 POS 0.5%0.5 1.1 ± 0.2 2.3 II 211 9!97' 
381 249 6 2 Shutter Cal-I Calibrate Cahbrate 0.00 ± 0.00 O.O± 0.0 0.0 ± 0 0 0.0 112/17/97 
382 36 250 6 2 Calibrate-I Calibrate Calibrate 0.97 ± 0.10 NEG 0.8 ± 0.5 I O± 0.1 \.0 112/18/97 
383 36 251 6 2 Calibrate-2 Calibrate Calibrate 097±0.21 NEG 07±04 1.0 ± 02 2 I 112/18/97 
384 36 252 6 2 Room-I A Wall Wall Intact Drywall Beige 0.31 ± 0.40 NEG 1.0 ± 0.5 0.3 ± 0 4 7.5 112/18/97 
385 36 253 6 2 Room-I B Wall Wall Intact Drywall Beige 0.05 ± 0.17 NEG -0.1 ± 0.8 0.1 ± 0.2 1.6 112/18/97' 
386 36 254 6 2 Room-I C Wall Wall Intact Drywall Beige 012±034 NEG 01 ± 0 6 01±03 40 112/18/97 
387 36 255 6 2 Room-I D Wall Wall Intact Drywall Beige 025 ± 0 30 NEG 1.1 ± 0.4 03±03 5.3 112/18/97 
388 36 256 6 2 Room-I D Wall Baseboard Intact Wood Beige 1.81 ± 0.88 POS 4.5 % 1.0 4.5 ± 1.0 4.1 112118197' 
389 36 257 6 2 Room-I D Window Casing Intact Wood Beige 1.01 ± 0.85 POS 5.2 ± 1.7 5.2 ± 1.7 2.4 II 2f18!97' 
390 36 258 6 2 Room-I D Window Sash Intact Wood Beige 1.28 ± 0.79 POS 4.3 ± 1.2 4.3 ± 1.2 3.3 112/18/97 
391 36 259 6 2 Room-I B Door Door Intact Wood Beige 051±0.14 NEG 0.4 ± 0.4 0.5 ± 0 I 1.8 1l2/18/97 
392 36 260 6 2 Room-l B DO~lr Casing Intact Wood Beige 0.90:0.42 POS 4.0:1: 1.0 4.0± 1.0 2.5 112/18197' 
393 36 261 6 2 Room-I A Window Boxing Intact Wood Beige 093 ± 0.38 NEG 0.4 ± 0.5 09±0.4 44 112/18/97 
394 36 262 6 2 Room-I A Floor Radiator-Box Intact Wood Beige 0.00±0.18 NEG 0.1 ± 0.6 0.0 ± 0 2 10 112/18/97 
395 36 263 6 2 Room-I A Floor Floor Intact Wood Varnish 000 ± 0.10 NEG -0.3 ± 0.7 00±01 1.0 112/18/97 
396 36 264 6 2 Room-I A Floor Radiator Intact Metal Beige 011 ± 0 33 NEG 0.HO.8 0.1 ± 0 3 3.3 112/18/97 
397 36 265 6 2 Room-I D Closet Door Intact Wood Beige 0.03 ± 0.10 NEG 0.5 ± 0.4 00±01 1.3 112118/97 
398 36 266 6 2 Room-I D Closet Casing Intact Wood Beige 2.25 :3.85 POS 5.3 ± 1.7 5.3 ± 1.7 5.8 112118/97 
399 36 267 6 2 Room-I 0 Closet Wall Intact Drywall Beige 0.35 ± 0.37 NEG 0.7 ± 0.4 0.4 ± 0.4 5.8 112/18/97 
400 36 268 6 2 Room-I A Closet Wall Intact Drywall Beige 0.35 ± 0.33 NEG 0.3 ± 0.4 0.4 ± 0 3 54 112/18/97 
401 36 269 6 2 Room-I B Closet Wall Intact Drywall Beige 037±041 NEG 0.9 ± 0 4 04±04 7.9 112/18/97 
402 36 270 6 2 Room-I C Closet Wall Intact Drywall Beige 0.74 ± 0 48 NEG 0.9 ± 03 0.9 ± 0 3 99 1: 2/18/97 
403 36 271 6 2 Room-I B Closet Baseboard Intact Drywall Beige 2.57 ± 3.53 POS 4.1 ± 1..3 4.1 ± 1.3 10.0 112/18/97 
404 36 272 6 2 Room-I B Closet Shelf Intact Drywall Beige 006 ± 0 33 NEG -02±07 01±03 20 112/18197 
405 36 273 6 2 Bath-3 B Wall Shelf Intact Wood Beige 033 ± 0 12 NEG 05 ± 0.4 0.3 ± 0.1 2.0 112118/97 

755 
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406 36 274 6 2 Batb-3 B Wall Wall Peeling Drywall Beige 0.44 ± 0.18 NEG 0.6 ± 0.:5 0.4 ± 0 2 3.0 12/18197 

407 36 275 6 2 Bath-3 A Wall Wan Intact Drywall Beige 0.69 ± 0.15 POS 1.4 ± 0.4 1.4 ± 0.4 3.0 12118197 
408 36 276 6 2 Bath-3 C Wall Wall Peeling Drywall Beige 053 ± 0 49 NEG 07±0:5 05 ± 0.5 76 12/18/97 

409 36 277 6 2 Bath-3 D Wall Wall Peeling Drywall Beige 0.50±0 14 NEG 06±0:5 05 ± 0.1 2 I 12118/97 
410 36 278 6 2 Bath-3 A Window Casing Intact Wood Beige 073 ± 0 28 NEG 0.8 ± 0 4 07 ± 0.3 36 12/18/97 
411 36 279 6 2 Batll-3 A Window Sash Intact Wood Beige 1.36200.85 POS 2.8 20 O.'~ 2.8200.9 4.5 12/18/97 
412 36 280 6 2 Bath-3 D Door Door Intact Wood Beige 040 ± 0.13 NEG 0.6 ± 0.4 04±01 2.0 12/18/97 
413 36 281 6 2 Batll-3 D Door Casing Intact Wood Beige 1.19200.59 POS 2.5200.1) 2.5200.6 5.3 12/18/97 
414 36 282 6 2 Bath-3 C Cabinet-Upr Door-Out Intact Metal Beige 025±0 10 NEG 05 ± 0.5 0.3 ± 0.1 1.9 12/18/97 
415 36 283 6 2 Bath-3 C Cabinet-Upr Inside Intact Metal Beige 0.48 ± 0.11 NEG 0.8 ± 0 15 0.5 ±0.1 14 12/18/97 

416 36 284 6 2 Bath-3 C Cabinet-Lwr Door-Out Intact Wood White 0.02 ± 0.10 NEG -00.1 ±06 OO±O.I 10 12/18/97 

417 36 285 6 2 Bath-3 C Cabinet-Lwr Inside Intact Wood White O.OO± 018 NEG -0.4 ± 0 6 0.0 ± 0.2 10 12/18/97 

418 36 286 6 2 HaH-2 A Wall Wall Intact Drywall Beige 0.22 ± 0.30 NEG 00.5 ± 0:5 02±03 7.3 12/18/97 

419 36 287 6 2 Halll-2 B Wan Wall Intact Drywall Beige 0.70200.54 POS 2.720 O.!l 2.7200.9 10.0 12118197 

420 36 288 6 2 Halli-2 C Wall Wall Intact Drywall Beige 039 ± 0.46 NEG 0.5 ± 0.4 04 ± 0.5 7.8 12/18/97 

421 36 289 6 2 Hall!-2 D Wall Wall Intact Drywall Beige 006 ± 0 27 NEG 00 I ± O.:! 01±03 20 12118/97 

422 36 290 6 2 HaJll-2 A Door Door Intact Drywall Beige 0.43 ± 0.18 NEG 0.9 ± 0.4 0.4 ± 0.2 2.7 12118/97 

423 36 291 6 2 Halll-2 A Door Casing Intact Drywall Beige 0.6820 0.50 POS 5.320 t.:! 5.3201.2 2.7 12118/97 

424 36 292 6 2 Halll-2 A Window Casing Intact Drywall Beige 0.79:0.19 POS 1.42oOA 1.4200.4 3.6 12118197 

425 36 293 6 2 lIalll-2 A Window Sash Intact Drywall Beige 1.58202.45 POS 6.9201.'1 6.9201.9 5.5 12/18197 

426 36 294 6 2 Halll-2 A Stairs Ra,il-cap Intact Wood Beige 0.41: 0.29 NEG 00 3 ± 0.4 0.4 ± 0 3 4.5 12118/97 

427 36 295 (; 2 lIalll-2 A Stairs RaJI-cap Intact Metal Black 3.78202.32 POS 5.6: 1.6 5.6,1, 1.6 1.4 12/18197 

428 36 296 6 2 HaU-2 A Floor Floor Intact Wood Varnish 000±0.17 NEG -02±0.8 00±02 1.0 12/18/97 

429 36 297 6 2 Hall-2 A Closet Door Intact Wood Beige 016:028 NEG 10 1 ±0.:5 02±03 3.2 12/18/97 

430 36 298 6 2 lIalll-2 A Closet Cuing Intact Wood Beige 1.88,1, 0.88 POS 1.9,1, 0.'1 1.9 ±0.9 4.7 12118197 

431 36 299 6 2 Hall-2 A Closet Shelf Intact Wood Beige 0.15 ± 018 NEG 10 2 ± 0.4 0.2 ± 0 2 3.0 12/18/97 

432 36 300 6 2 Hall-2 C Closet-Lwr Shelf Intact Wood Beige 0.05 ± 0.33 NEG -0.2 ± 0.7 0.1 ±0.3 18 12/18/97 

433 36 301 6 2 lIalll-2 A Closet-Lwr Wall Intact Drywall Beige 0.38,1, 0.15 POS 1.7,1,0 ... 1.7,1,0.4 4.0 12118/97 

434 36 302 6 2 Hall-2 B Closet-Lwr Wall Intact Drywall Beige 0.47 ± 0.34 NEG IQ.9± 0.5 0.5 ± OJ 5.5 12/18/97 

435 36 303 6 2 Hall-2 C Closet-Lwr Wall Intact Drywall Beige 0.26 ± 0.18 NEG 0.9± 05 0.3 ± 0 2 3.4 12/18/97 

436 36 304 6 2 Hall-2 C Closet-Lwr Wall Intact Drywall Beige 0.56 ± 0.41 NEG l.l ± 05 0.6 ± 0 4 6.4 12/18/97 

437 36 305 6 2 lIalll-2 D Closet-Lwr Bueboard Intact Wood Beige 3.0420 3.06 POS ,6.7± Ul 6.7201.9 10.0 12/18/97 

438 36 306 6 2 Hall-2 C Door-Lwr Ovrlld-Door Intact Wood Beige 0.06 ± 0.42 NEG 0.3 ± 0.7 0.1 ±04 2.6 12/18/97 

439 36 307 6 2 Bath-4 C Door Door Intact Wood Beige 0.94 ± 0.29 NEG 1.0 ± 0.4 0.9 ± 0 3 3.4 12118/97 

440 36 308 6 2 Batb-4 C Door Casing Intact Wood Beige 0.82,1, 0.91 POS ,U ,I, t.:t 4.1 ,I, 1.2 4.5 12118/97 

441 36 309 6 2 Batb-4 A Wall Wall Intact Drywall Beige 063 ± 0.35 NEG 10±06 0.6 ± 0 4 5.3 12118/97 

442 36 310 6 2 Bath-4 B Wall Wall Inlact Drywall Beige 0.83,1,0.23 POS 1.7:0.4 1.7: 0.4 4.4 12118/97 

443 36 311 6 2 Shutter Cal- \ Calibrate Calibrate OOO±OOO O.O± 0 0 OO±OO 00 12/\8/97 

444 36 31Z 6 2 Calibrate-I Calibrate Callibrate 1.03,1, 0.13 POS 0.8,1,0.4 1.0 ± 0.1 1.0 12118/97 

445 36 313 6 2 Calibr:ate-2 Calibrate Callibrate 1.2S ,I, 0.28 POS 0.2±0.!\ 1.3 ± 0.3 2.5 12118197 

446 36 314 6 2 Calibmle-3 Calibrate Calibrate 0.92: 0.20 NEG 0.4 ± 0.4 0.9 ± 0.2 2.0 12/18/97 

447 36 315 6 2 Bath-4 C Wall Wall Intact Drywall Beige 0.97,1, 0.45 POS :~.8± 0.'1 2.8,1,0.9 3.3 12118197 

448 36 316 6 2 Bath-4 D Wall Wall Intact Drywall Beige 0.77 :0.25 NEG IG.7±06 0.8 ± 0 3 3.3 12118/97 

449 36 317 6 2 Batb-4 A Window Casing Intact Wood Bei:ge 1.05,1, 1.99 POS :5.1 ,I, I.~) 5.1,1, 1.9 5.1 12118197 

450 36 318 6 2 Batb-4 A Window Sash Intact Wood Bei:ge 1.72 ,I, 2.17 POS ,(.3,1, 1.:1 4.3,1, 1.3 8.2 12/18/97 

451 36 319 6 2 Bath-4 A Floor Radiator-Box Intact Wood Beige 0.00 ± 0.10 NEG 0.1: 06 00±01 1.0 12/18/97 

452 36 320 6 2 Bath-4 A Floor Radiator Intact Metal Beige 056 ± 0.17 NEG 1.0 ± 06 06±02 2.5 12/18/97 

453 36 321 6 2 Bath-4 A Cabinet Outside Intact Metal Beige 0.06±0.10 NEG -0.3 ± 0 8 -0.3 ± 0 8 8.9 12/18/97 

454 36 322 6 2 Bath-4 A Cabinet Inside Intact Metal Wh,ite 0.00 ± 0.10 NEG -0.4 ± 0.8 0.0 ± 0 I 1.0 12/18/97 

455 36 323 6 2 Bath-4 D Cabinet-Upr Do.or-Out Intact Metal Wh,ite 040±O.15 NEG 0.5 ± 0.5 0.4 ± 0 2 24 12/18/97 

456 36 324 6 2 Bath-4 D Cabinet-Upr Inside Intact Metal White 0.60 ± 0.13 NEG 0.5 ± 0.6 0.6± 0.1 1.6 12/18/97 

457 36 325 6 2 Bath-4 D Cabinet-Lwr Dom-Out Intact Wood Beige O.OO± 010 NEG -04 ± 0 7 OO± 0.1 10 12/18/97 

458 36 326 6 2 Bath-4 D Cabinet-Lwr Inside Intact Wood Beige O.OO± 010 NEG -10 6 ± 0.7 OO± 0.1 1.0 12/\8/97 

459 36 327 6 2 Room-2 D Wall Wall Intact Drywall Bei:ge 0.68,1, 1.76 POS 1~.I± U) 6.1,1, 1.9 S.S :12/18197 

460 36 328 6 2 Room-2 A Wall Wall Intact Drywall Bei:ge 0.96,1, 1.57 POS ,t7±U 4.7±1.3 6.9 :12/18197 

461 36 329 6 2 Room-2 B Wall Wall Intact Drywall Bei:ge 1.69201.35 POS ,t8±U 4.8 ± 1.3 10.0 :12118197 

462 36 330 6 2 Room-2 C Wall Wall Intact Drywall Beil~e 1.74: 1.43 POS !'.I ,I, 1.4 5.1,1, 1.4 9.9 :12/18/97 

463 36 331 6 2 Room-2 C Wall Bas,eboard Intact Wood Beilge 0.80,1,0.34 POS :1.0,1, 1.0 3.0,1, 1.0 2.1 :12/18197 

464 Jb 332 6 2 Room-2 B Window Casing Intact Wood Beil~e 1.1620 0.7S POS !'.1 ± 1.'1 5.1,1, 1.4 3.3 12/18197 

465 36 333 6 2 Room-2 B Window Sash Peeling Wood Beil~e 2.82,1, 3.28 POS !,.4: 1.7 5.4 ± 1.7 5.8 12/18/97 

466 36 334 6 2 Room-2 0 Door Door Intact Wood Beige 0.35± 0.13 NEG -0.1: 0 4 0.4 ± 0 I 2.0 12/18/97 

467 36 335 6 2 Room-2 D Door C:asing Intact Wood Beil~e 0.88,1,0.43 POS :1.1200.11 3.1 ± 0.9 3.3 112118/97 

468 36 336 6 2 Roonl-2 A Window Boxing Intact Wood Beil~e 1.48,1, 0.54 POS 0.7,1, O.S 1.5 ± 0.5 5.3 112118197 

469 36 337 6 2 Room-2 A Floor Radiator-Bo>: Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 0 7 0.0 ± 0.1 1.0 :12/18/97 

470 36 338 6 2 Room-2 A Floor Floor Intact Wood Varnish 0.03 ± 0.10 INCOM 0.0 ± 0 8 00±01 22 12/18/97 

471 36 339 6 2 Room-2 A Floor Floor Intact Wood Varnish 001 ±0.10 NEG 0.1 ± 06 0.0 ± 0 I 1.0 :12/18/97 

~72 36 340 6 2 Room-2 A Floor Radiator Intact Metal Beige 032 ± 0.35 NEG O.S ± 0 6 03 ± 0.4 6.0 :12/18/97 

173 36 341 2 Room-2 B Closet Door Intact Wood BeIge 004±0.10 NEG () 3 ± 0 ~i 00 ± 0.1 1 t "VlS/97 
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474 36 342 6 2 Room-2 B Closet Casing Intact Wood Beige 1.58 ± 1.52 POS 5.4 ± 1.9 5.4 ± 1.9 9.7 112118/97 
475 36 343 6 2 Room-2 C Closet Wall Intact Drywall Belige 1.96 ± 1.59 POS 4.5±U 4.5 ± 1.2 10.0 II 211 8/9i' 
476 36 344 6 2 Room-2 D Closet Wall Intact Drywall Be,ige 1.03 ± 0.83 POS 4.8 ± I.:Z 4.8± 1.2 10.0 112118/97 
477 36 345 6 2 Room-2 A Closet Wall Intact Drywall Be,ige 0.79 ± 0.82 POS 4.4 ± 1.:3 4.4 ± 1.3 4.2 112/18/97 
478 36 346 6 2 Room-2 B Closet Wall Intact Drywall Belige 3.37 ± 2.73 POS 5.1±U 5.1 ± 1.8 HI.O 112118/97 
479 36 347 6 2 Room-2 D Closet Baseboard Intact Wood Be,ige 2.37 ± 1.97 POS 3.7 ± 1.:Z 3.7 ± 1.2 10.0 112/18/97 
480 36 348 6 2 Room-2 D Closet Shelf Intact Wood Beige 0.08 ± 0.19 NEG -0 I ±0.7 0,1 ± 0.2 1.7 112/18/97 
481 36 349 6 2 Room-3 A Wall Wall Intact Drywall Belige 0.34 ± 0.30 POS 1.1 ±O.,) 1.1 ± 0.3 7.2 112118/97' 
482 36 350 6 2 Room-3 B Wall Wall Intact Drywall Be,ige 025±0.41 NEG 0.6 ± 05 03 ± 0.4 62 112118/97 
483 36 351 6 2 Room-3 C Wall Wall Intact Drywall Beige 0.18 ± 0 20 NEG 1.0 ± 0.5 0,2 ± 0.2 3.7 112118/97 
484 36 352 6 2 Room-3 D Wall Wall Intact Drywall Be,ige 0.19±0,29 NEG 0.7 ± 0.5 0.2 ± 0.3 7.1 112118/97' 
485 36 353 6 2 Room-3 D Wall Baseboard Intact Wood Beige 0.65±0.33 POS 3.4 ± 1.0 3.4± 1.0 2.2 112/18/97 
486 36 354 6 2 Room-3 B Window Casing Intact Wood Beiige 1.81 % 4.28 POS 5.8 % 1.'~ 5.8% 1.9 6.6 112/18/9i 
487 36 355 6 2 Room-3 B Window Sasb Intact Wood Belige 0.84 % 1.23 POS 3.7 % I.:Z 3.7%1.2 5.7 112118/97 
488 36 356 6 2 Room-3 A Door Door Intact Wood Beige 0.76 ± 0.24 NEG 0.5 ± 0.4 0.8 ± 0.2 30 112/18/97 
489 36 357 6 2 Room-3 A Door Casing Intact Wood Belige 0.55%0.55 POS 7.8 % 1.'~ 7.8 % 1.9 1.9 112118/97 
490 36 358 6 2 Room-3 C Door Casing Intact Wood Belige 049±0.\3 NEG 0,7±OA 0.5 ± 0.1 17 112/18/97 
491 36 359 6 2 Room-3 C Door Casing Intact Wood Be'ige 1.44 % 1.50 POS 7.3 %2.0 7.3% 2.0 3.7 112/18/97 
492 36 360 6 2 Room-3 B Floor Radiator-Box Intact Wood Belige 0.00±0.10 NEG -0,9 ± 0.7 0.0 ± 0.1 10 12118/97 
493 36 361 6 2 Room-3 B Floor Floor Intact Wood Vamish 001 ±0.28 NEG 0.1 ± 0,7 0.0 ± 0 3 1.0 112/18/97 
494 36 362 6 2 Room-3 B Floor Radiator Intact Metal Beige 0.08±0 19 NEG -05 ± 0.9 0,1 ± 0.2 22 112118197 
495 36 363 6 2 Room-3 B Closet Door Intact Wood Belige 024 ± 0.39 NEG 0.2±OA 0.2 ± 0.4 53 112/18/97 
496 36 364 6 2 Room-3 B Doo,r Casing Intact Wood Belige 1.70% 1.30 POS 3.6 % 1.0 3.6% 1.0 10.0 112/18/97 
497 36 365 6 2 Room-3 C Closet Wall Intact Drywall Beige 0.26 ± 0.34 NEG 0.4 ± 0.4 0.3 ± 0.3 5.6 1:2118/97 
498 36 366 6 2 Room-3 D Closet Wall Intact Drywall Beiige 0.60*0.42 POS 2.1 *0.1> 2.1 * 0.6 10.0 W18/97 
499 36 367 6 2 Room-3 A Closet Wall Intact Drywall Be:ige 0.20 ± 0.25 NEG 09 ± 0.5 02±03 4.4 1:211 8/97 
500 36 368 6 2 Room-3 B Closet Wall Intact Drywall Belige 0,31 ± 0 32 NEG 0,5 ± 0.4 0.3 ± 0.3 5.4 1:2/18/97 
501 36 369 6 2 Room-3 C Closet·Upr Shelf Intact Wood Belige 0.Q2 ± 0.30 NEG -0.1 ± 0 IS O,O± 0.3 10 1'2/18/97 
502 36 370 6 2 Room-3 C Closet-Lwr Shelf Intact Wood Be:ige 0.27 ± 0.10 NEG -0 I ± 0.15 -0,1 ± 0.6 10,0 112/18/97 
503 36 371 6 2 Room-3 C Closet Baseboard Intact Wood Beiige 1.33 * 2.52 POS 5.1 ± 1.'7 5.U 1.7 6.9 112/18/97 
504 36 372 6 2 Porch-3 C Por(lh Columns Intact Concrte Belige 004 ± 0.28 NEG 0.3 ± 0,,8 0.0 ± 0.3 2.4 112/18/97 
505 36 373 6 2 Porch-3 A Wall! Wall Intact Concrte Beige 0.05 ± 0,27 NEG 0,0 ± 0.9 0.1 ± 0.3 36 112118/97 
506 36 374 6 2 Porch-3 B Walll Wall Intact Concrte Beiige 0,14 ± 0,30 NEG 0,9 ± 0.5 0.1 ± 0.3 5.8 112/18/97 
507 36 375 6 2 Porch-3 C Walll Wall Intact Concrte BeJige 0.17 ± 0.30 NEG 0.7± 0 . .5 0.2 ± 0,3 64 112118/97 
508 36 376 6 2 Porch-3 D WalJl Wall Intact Concrte Beige 0.41 ± 0.38 NEG 07 ± 0,5 0.4 ± 0.4 62 112/18/97 
509 36 377 6 2 Porch-3 C Window Casing Intact Wood Beiige 1.89 ± 1.58 POS 5.5%2.0 5.5± 2.0 3.4 112118/97 
510 36 378 6 2 Porch-3 C Window Sash Peeling Wood Belige 1.l6± 0.65 POS 4.2± 1.4 4.2 ± 1.4 2.8 112118/97 
5ll 36 379 6 2 Porcb-3 A Window Sash Intact Wood Belige 1.33 * 0.78 POS 2.7 ± O.'~ 2.7 ± 0.9 4.2 112/18/97 
512 36 380 6 2 Porcb-3 A Window Casing Intact Wood Belige 0.75 * 0.72 POS 4.6 * I.,) 4.6 ± 1.3 3.7 112/18197 
513 36 381 6 2 Porch-3 A Door Door Intact Wood Beige 0,62 ± 0,18 NEG 08±0.4 0.6 ± 0,2 2.4 112/18/97 
514 36 382 6 2 Porch-3 A Door Casing Intact Wood Beige 1.05 ± 0.70 POS 3.8 ± 1.1 3.820 1.1 3.2 112118/91 
515 36 383 6 2 Porch-3 A Floor RadIator-Box Intact Wood Beige 0.83 ± 0.19 NEG 0.9 ± 0.4 0.8 ± 0,2 22 112/18/97 
516 36 384 6 2 Porch-3 A Floor Floor Intact Wood Varnish 0.00 ± 0.17 NEG 0.1 ± 0.7 00 ± 0.2 1.0 112/18/97 
517 36 385 6 2 Porch-3 A Floor Radiator Intact Metal Beige 0,14 ± 0.27 NEG o O± 0.9 0.1 ± 0 3 27 112/18/97 
518 36 386 6 2 Porch-3 A CeIling-Fan Ceiling-Fan Intact Metal White 001 ±O,IO NEG 01 ±0.9 O.O± 0 I 1.0 112118/97 
519 36 387 6 2 Shutter Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0,.0 O.O± 0 0 0,0 112/18/97 
520 36 388 6 2 Calibrate-l Calibrate Calibrate 0.94 ± 0.13 NEG 0.2 ± 05 0,9 ± 0 I 1.1 112118/97 
521 36 389 6 2 Calibrate-2 Calibrate Calibrate 0.99*0.22 POS 0.7 * 0.4 1.0± 0.2 2.2 112118/97 
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XRF Field Data Sheets 
and Analysis Results 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Sing!e Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters 758,795 Avenue F, Charleston Naval Complex, 

Charleston SC 

Is surface Dimensions 

Sample Surface smooth and of the sample Area Total Lead 
"' •• _i.._~ Room T •• __ _1 ____ i..I_~ area (inches 1"2\ ~-.. -.... nUlllut::, Iytlt:: "'t::GIIGUIt:: r 

X inches) \'~ I rUUIlU 

NBC/ 1§I Floor, Window 
atrs 758 Yes 33 x 6-1/2 1.49 -9.50 
001 

Room-1 Sill 

NBC/ 1ST Floor, Floor by Yes 
atrs 758 12 x 12 1 -18.80 
002 

Room-2 Door 

NBC/ 
1ST Floor, Floor by 

atrs 758 Yes 12 x 12 1 18.80 
003 

Room-2 Door-1 

NBC/ 
1ST Floor, Floor by 

Qtrs 758 Yes 12 x 12 1 -0.60 
004 

Kitchen Door-1 

NBC/ 
1ST Floor, Window 

atrs 758 Yes 8 x44 2.44 3.90 
DOS 

Room-4 Sill 

NBC/ 
2ND Floor, Window r\+r" 71':!l Vo." I': v An 1 'lQ _., t::n 

"""'~ I VV Room-1 Sill 
, ...... ...., "..,.V I .\J~ -,.vv 

006 
"'01"'1 

2ND Floor, ."tuvi 
Window 

atrs 758 Yes 5 x40 1.39 36.60 
007 

Room-2 Sill 

NBC} 
r'\L __ '7 r= n nl __ I ... 

~IJ" .. I,I\. L./A ... 111\. ..... '" '7n I..lll::; 1;)0 Dldlll\ '-'/1"\ ,-'/1"\ ,-'/1"\ ,-'/1"\ -"./ U 

008 

1 Measure to the nearest 1/8 inch. 

HUD standards: 100 ).lg/W (floors), 500 ).lg/fe (interior window sills), 800 ).lg/W (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 12/15/97 

Table 33-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 

1 .. _1 "2\ 
\f.l~1 ,~ I 

<Detectable 

<Detectable 

18.80 

<Detectable 

1.60 

."nJ"""'t."~"'+"!Ihlt"'lo 
....L.I'I;;OI.v"" .. CUJIl;J 

26.33 

...""'_.1. __ .1._&...1_ 

'Ut::lI;~~ldU't:: 



No Site XLNo Insp Fir 
5 36 552 6 
10 36 557 6 1 
15 36 562 6 1 
20 36 567 6 1 
25 36 572 6 1 
30 36 577 6 1 
35 36 582 6 2 
40 36 587 6 2 
45 592 6 

Quarters 75, Jt Samples 
Charleston Naval Complex 

Site 36, Date: 12/15/97 

Room Side Strc 
Calibrate-l Calibrate 

Room-l A Window 
Room-2 D Floor 
Room-2 C Floor 
Kitchen B Floor 
Room-4 C Window 
Room-l D Window 
Room-2 B Window 
Blank 

Table 33-c, XRF Field Data Sheds for Dust Samples 
7f.£\ 

Thin Page 1 

Feat Ph ± Prec 
Calibrate 3625.60 ± 66.10 

Stool -9.50 ± 19.30 
Floor -18.80± 17.30 
Floor 18.80± 19.90 
Floor -0.60 ± 17.80 
Stool 3.90 ± 18.60 
Stool -2.60 ± 19.90 
Stool 36.60 ± 20.30 
Blank -22.70 ± 2l.40 



Bulk Page 1 
Quarters 758, Soil Samples 
Charleston Naval Complex 

Site: 36 Date: 12/22197 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 36 539 6 C alibrate-1 Calibrate Calibrate 41.7 ± 67.2 
2 36 540 6 Calibrate-2 Calibrate Calibrate 952.0± 121.9 
3 36 541 6 Outside A HOUSE Drip-Line 444.0 ± 89.0 
4 36 542 6 Outside A HOUSE Walkway 208.4 ± 89.7 
5 36 543 6 Outside C HOUSE CLOTHESLINE 122.9 ± 67.0 
6 545 Calibrate-1 Calibrate Calibrate 65.5 ± 77.8 
7 546 Calibrate-2 Calibrate Calibrate 677.2 ± 117.5 

Table 33-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

34.0 Quarters 759 

Built approximately 1942, Quarters 759, 801 Avenue F, is a two-story, concrete block building on a 

concrete slab with an attic. This structure is approximately 3,992 square feet in size. The first and 

second floors consist of hardwood strip flooring with a wood subfloor. The walls and ceilings are 

wood-framed and covered with drywall andlor wood paneling. Exterior siding is concrete block 

with brick, wood, fiberglass, concrete, and metal trim. The two chimneys are brick masonry, and 

the roof is asphalt shingle. 

The first floor consists of one garage, two porches, one equipment room, one kitchen, six rooms, 

one fIreplace, one bathroom, and one hanway. A staircase provides access to the second floor. The 

second level consists of one porch, four rooms, three bathrooms, and one hallway. 

From 11 December 1997 to 12 December 1998, three certified lead inspectors performed an 

C exiensive LBP survey of Quarters 759. This survey was performed after the HUD Guidelines 

Chapter 7 revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

34.1 Identification of Lead in Quarters 759: 

Five hundred eighty-six XRF sainples and calibrations were taken in Quarters 759. In general, the 

paint condition was intact" but there were exceptions at the time of su..-vey as arlllotated in the 

condition column of the XRF Field Data Sheets. Table 34-a contains LBP sampling results for 

Quarters 759 and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil sa..rnples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters 759: 
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No Site XLNo Insp 
1 37 327 1 
2 37 328 1 
3 37 329 1 
4 37 330 1 
5 37 331 1 
6 37 332 6 
7 37 333 6 

Quarters 759, Soil Sam pies 
Charleston Naval Complex 

Site: 37 Date: 12/15/97 

Room Side Stre 
Calibrate-l Calibrate 
Calibrate-2 Calibrate 

Outside A House 
Outside C House 
Outside C House 

Calibrate-l Calibrate 
Calibrate-2 Calibrate 

Table 34-d, XRF Field Data Sbeets for Soil Samples 

78 1 

\ }l 

Feat 
Calibrate 
Calibrate 

-DRI-LINE 
CLOTHESLINE 

SIDEWALK 
Calibrate 
Calibrate 

Bulk Page 1 

Pb ± Pree 
16.5 ± 76.8 

752.4 ± 111.5 
239.6 ± 85.8 

13.9 ± 62.8 
1050.4 ± 89.1 

-96.6 ± 89.0 
840.0 ± 108.9 

I 

I 

I 

I 



LEAD-BASED PAINT SURVEY 
NA VAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

35.0 Quarters 762 

Quarters 762, 1463 Avenue H, is a two-story, concrete block building on a concrete slab with an 

attic. This structure is approximately 3,992 square feet in size. This structure is approximately 2254 

square feet in sizea Interior nonload-bearing partitions are \vond framed a..'1d covered \vith dr'j\:vall 

or wood paneling. First and second floors have a wood subfloor. The exterior finish is concrete 

with brick, wood, and metal trim. The roof is covered with fiberglass shingles. The crawl space is 

concrete masonry. The chimney is brick masonry. 

The tirst floor consists of two porches, one mechanical room, one kitchen, two rooms, one 

bathroom, and two hallways. One exterior staircase provides access to the mechanical room. One 

staircase provides access to the second level. The second floor consists of one porch, three rooms, 

one bathroom, and three hallways. 

From 17 November 1997 to 19 November 1997, one certified lead inspector performed an extensive 

LBP survey of Quarters 762. This survey was performed before the HUD Guidelines Chapter 7 

revision and required three XRF readings on each testing combination. If, after two readings, the results 

were either two positives or two negative the testing combination was categorized accordingly with no 

need for the third reading. If, after two readings, the resuits were one positive and one negative the third 

reading classified the testing combination. 

35.1 Identification of Lead in Ouarters 762: 

Eight hundred twenty-nine XRF samples and calibrations were taken in Quarters 762. In general, 

the paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 35-a contains LBP sampling results for 

Quarters 762 and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. Two soil samples were taken from the dripline area 

outside the building. Dust and soil samples were taken for informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters 762: 
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Quarters 762 Positive Results for Lead-Based 

elr I RES .\ Combined 
(mgtcm-) 

1 Bath-l B Wall Wall Intact Wood Beige POS 6.9 ±2.4 
1 Bath-l B Wall Wall Intact Wood Beige POS 4.3 ±1.2 
1 Bath-l B Wall Wall Intact Wood Beige POS 9.6 ±2.4 
1 8ath-l B Window Apron Intact Wood Beige POS 16.2 ±2.7 
1 Bath-l B Window Stool Intact Wood Beige POS 

j 
4.4 ±1.5 

1 Bath-l B Window Stool Intact Wood Beige POS 3.4 ±0.9 
1 Bath-l B Window Casing Intact Wood Beige POS 9.9 ±2.5 
1 Bath-l B Window Sash Intact Wood Beige POS 9.2 ±2.2 
1 Bath-l B Window Mullion Intact Wood Beige POS 7.5 ±2.0 
1 Bath-1 B Window Mullion Intact Wood Beige POS 12.7 ±2.5 
1 Bath-1 C Window Apron Intact Wood Beige POS 

.. 
9.4 ±2.1 

1 Bath-1 C Window Casing Intact Wood Beige POS i 3.B ±1.0 
1 Bath-1 C Window Sash Intact Wood Beige POS 6.5 ±2.0 
1 Bath-l D Ceiling Ceiling Intact Wood Beige POS B.3 ±2.3 
1 Bath-l D Ceiling Ceiling Intact Wood Beige POS 7.4 ±2.3 
1 Hall-l A Wall Wall Intact Wood Beige POS 2.6 ±O.B 
1 Hall-1 A Door Casing Intact Wood Beige POS 1.7 ±0.4 
1 Hall·1 B Door Casing Intact Wood Beige POS 14.9 ±2.5 
1 Hall·l B Door Casing Intact Wood Beige POS 16.1 ±2.B 
1 Hall·l B Door Jamb Intact Wood Beige POS 3.5 ±1.0 
1 Hall-l B Door Jamb Intact Wood Beige POS 9.7 ±2.4 
1 Hall-l C Wall Wall Intact Wood Beige POS 9.0 ±2.3 
1 Hall-1 C Door Door Intact Wood Beige POS 4.2 ±1.3 
1 Hall-l C Door Door Intact Wood Beige POS 3.8 ±1.2 
1 Hall·1 C Door Casing Intact Wood Beige POS 15.6 ±2.6 
1 Hall·1 C Door Jamb Intact Wood Beige POS 9.1 ±2.3 
1 Hall·l C Door Jamb Intact Wood Beige POS 12.B ±2.B 
1 Hall·l D Ceiling Ceiling Intact Wood Beige POS 2.7 ±0.9 
1 Hali-f D Ceiling Ceiling Intact Wood Beige POS 2.4 ±0.6 
1 Hall-2 A Wall Wall Intact Wood Beige POS 7.1 ±2.2 
1 Haii-2 A Waii Waii intact ItVOOQ Beige P~S 8.0 ±2.2 
1 Hall-2 A Doorway Casing Intact Wood Beige POS 13.1 ±2.5 
1 Hall-2 A Closet Shelf Peeling Wood Beige POS 1.7 ±0.4 
1 Hall-2 A Closet Shelf Peeling Wood Beige POS 1.6 ±0.4 
1 Hall-2 A Closet Wall Peeling Wood Beige POS 6.6 ±1.B 
1 Hall-2 B Door Jamb Intact Wood Beige POS 12.2 ±2.6 
1 Hall-2 B Closet Wall Peeling Wood Beige POS 3.9 ±1.3 
1 Hall-2 C Doorway Casing Intact Wood Beige POS 20.7 ±3.2 
1 Hall-2 C Door Jamb Intact Wood Beige POS 17.9 ±2.B 
1 Haii-2 G Waii Baseboard peeiing Wood l::Seige pOs 10.0 ±2.5 
1 Hall-2 C Closet Baseboard Intact Wood Beige POS 7.6 ±2.0 
1 Hall-2 D Window Apron Intact Wood Beige POS 20.1 ±2.9 
1 Hall-2 D Window Apron Intact Wood Beige POS 18.5 ±3.1 
1 Hall-2 0 Window Stool Peeling Wood Beige POS 19.0 ±3.1 
1 Hall-2 D Window Stool Peeling Wood Beige POS 15.0 ±2.4 
1 Hall-2 D Window Casing Peeling Wood Beige POS 16.1 ±3.0 
1 Hall-2 D Window Casing Peeling Wood Beige POS 12.9 ±2.B 
1 Hall-2 D Window Sash Peeling Wood Beige POS 3.0 ±0.9 
1 Hall-2 D Window Sash Peeling Wood Beige POS 3.3 ±0.9 
1 Hall-2 D Window Mullion Peeling Wood Beige POS 3.2 ±1.0 
1 HaU .. 2 D Vv'indow rv1uUion Peeling V.Jood Beige P~S ., " .,," 

~.V IU.':J 

1 Hall-2 D Wall Baseboard Peeling Wood Beige POS 12.5 ±2.5 
1 Hall-2 D Closet Casing Intact Wood Beige P~S 8.6 ±2.1 
1 Hall-2 D Closet Casing Intact Wood Beige POS 10.B ±2.4 
1 Hall-2 D Closet Jamb Intact Wood Beige POS 19.3 ±3.1 
1 Hall·2 D Closet Jamb Intact Wood Beige POS 17.6 ±2.7 
1 Hall-2 D Closet Baseboard Intact Wood Beige POS 9.2 ±2.2 
1 Hall-2 D Ceiling Ceiling Intact Wood Beige POS :12.5 ±2.4 
1 Hall-2 D Ceiling Ceiling Intact Wood Beige POS 15.3 ±2.6 
1 Hall-2 D Closet Ceiling Intact Wood Beige POS 11.7 ±2.4 
1 Hall·2 D Closet Ceiling Intact Wood Beige POS '11.9 ±2.4 
1 Kitchen A Wall Wall Intact Wood Beige P~S 8.5 ±2.1 
1 Kitchen A Door Casing Intact Wood Beige POS 6.5 ±1.7 
1 Kitchen A Door r.~c::inn Intact Wood RAina. p~S 10.0 ±2.1 ___ n.=, 

--.~-

1 Kitchen A Door Jamb Intact Wood Beige P~S 10.3 ±2.2 
1 Kitchen A Door Jamb Intact Wood Beige POS 7.6 ±2.1 
1 Kitchen C Door Casing Intact Wood Beige POS 8.2 ±2.4 
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Quarters 762 Positive R,esults for Lead-Based 

Fir Room Side Strc Feat Cnd Sub Clr RES Combined 
(mgl cm2

) 

1 Kitchen C Door Casing Intact Wood Beige POS 9.7 ±2.2 
1 Kitchen C Door Jamb Intact Wood R,::::t.inA P~S 5.B ±1.9 --.~-

1 Kitchen C Door Jamb Intact Wood Beige POS 7.3 ±2.0 
1 Kitchen C Window Apron Intact Wood Beige POS 16.4 ±2.7 
1 Kitchen C Window Stool Peeling Wood Beige POS 5.3 ±1.9 
1 Kitchen C Window Casing Peeling Wood Beige POS 7.0 ±2.0 
1 Kitchen C Window Sash Peeling Wood Beige POS 11.6 ±2.3 
1 Kitchen C Window Mullion Peeling Wood Beige POS 12.4 ±2.4 
1 Kitchen C Window Mullion Peeling Wood Beige POS 8.4 ±2.1 
1 Kitchen C Wall Baseboard Peeling Wood Beige POS 2.3 ±0.6 
1 Kitchen C Wall Baseboard Peeling Wood Beige POS 8.7 ±2.2 
1 Kitchen 0 Wall Wall Intact Wood Beige POS 6.0 ±2.0 
1 Kitchen 0 Window Apron Peeling Wood Beige POS 7.6 ±2.2 
1 Kitchen 0 Window Stool Peeling Wood Beige POS 8.9 ±2.2 
1 Kitchen 0 Window Casing Peeling Wood Beige POS 5.0 ±1.3 
1 Kitchen 0 Window Sash Peeling Wood Beige POS 6.6 ±1.9 
1 Kitchen 0 Ceiling Ceiling Intact Wood Beige POS 9.3 ±2.2 
1 Kitchen 0 Ceiling Ceiling Intact Wood Beige POS 6.3 ±2.2 
1 Mech.-Rm-Ext. 0 Door Door Peeling Wood White POS 4.1 ±1.1 
1 Mech. -Rm-Ext. 0 Door Casing Peeling Wood White POS 4.7 ±1.6 
1 Mech.-Rm-Ext. 0 Door Casing Peeling Wood White POS 5.1 ±1.8 
1 Mech.-Rm-Ext. 0 Door Jamb Peeling Wood White POS 5.5 ±1.2 
1 Mech. -Rm-Ext. 0 Door Jamb Peeling Wood White POS 4.4 ±1.7 
1 Mech-Rm-Ext. 0 Door Door Peeling Wood White POS 4.3 ±1.2 
1 Outside A Window Apron Peeling Wood Green POS 19.1 ±2.9 
1 Outside A Window Apron Peeling Wood Green POS 24.3 ±3.3 
1 Outside A Window ::;tool peeling Wood lireen t-'O::; ;.4 ±O.z 
1 Outside A Window Stool Peeling Wood Green POS 4.1 ±2.0 . 1"'\ ........ :...1_ .. \l\li ............... I" ....... i __ 0_ .... Ii ....... \1\/""' .... ...1 ~rj"''',,'''·'11_ P~S 16.6 .L'l 0 
I VUL~IUC' r\ VVIIIUUVY va.,nl~ r'W'-C:OIIII~ vvvuu UI'I;;;i"V11 .!..L.U 

1 Outside A Window Casing Peeling Wood Green POS 14.2 ±2.8 
1 Outside A Window Sash-Ext Peeling Wood Green POS 13.6 ±2.9 
1 Outside A Window Sash-Ext Peeling Wood Green POS 21.2 ±3.0 
1 Outside A Window Trough Peeling Wood Green POS 16.3 ±2.7 
1 Outside A Window Trough Peeling Wood Green POS 19.7 ±3.1 
1 Outside A Window Mullion Peeling Wood Green POS 15.0 ±2.8 
1 Outside A Window Mullion Peeling Wood Green POS 15.5 ±2.6 
1 Outside A Door Door Peeling Wood Green POS 6.5 ±1.8 
1 Outside A DOOi DOOi Peeling \l.Jood Gieen ..,"" 5.0 , . .., 

r-v.;J II.I 

1 Outside A Door Casing Peeling Wood White POS 5.4 ±1.8 
1 OutsIde A Door Casing Peeling Wood White POS 7.B ±2.3 
1 Outside A Door Jamb Peeling Wood White POS 5.8 ±1.8 
1 Outside A Door Jamb Peeling Wood White POS 7.3 ±2.0 
1 OutSide A Porch-1 Baluster Peeling Wood White POS 18.3 ±2.9 
1 Outside A Porch-1 Baluster Peeling Wood White POS 15.6 ±2.7 
1 Outside A Porch-1 Trim-Lwr Peeling Wood White POS 16.7 ±2.8 
1 OutSide A Porch-1 Trim-Lwr Peeling Wood White POS 14.1 ±2.6 
1 Outside A House Awning Intact Metal White POS 1.3 ±0.3 
1 Outside A House Awning Intact Metal White POS 1.9 ±0.5 
1 Outside B Porch-2 Wall Intact Wood White POS 11.0 +2.3 
1 Outside B Porch-2 Wall Intact Wood White POS 8.7 ±2.2 
1 Outside B Porch-2 Floor Intact Wood White POS 2.3 ±D.6 
1 Outside B Door Casing Intact Wood White POS 3.2 ±1.1 
1 Outside B Door Casing Intact Wood White POS 4.0 ±1.3 
1 Outside C Porch-2 Floor Intact Wood White POS 5.4 ±1.8 
1 Outside C Porch-2 Trim-Lwr Intact Wood White POS 10.7 ±2.7 
1 Outside C Porch-2 Trim-Lwr Intact Wood White POS 15.3 ±2.5 
1 Outside 0 House Facia Intact Wood White POS 8.5 ±2.3 
1 Outside 0 House Facia Intact Wood White POS 9.0 ±2.2 
1 Outside 0 House Soffit Intact Wood White POS 8.9 ±2.1 
1 Outside 0 House Soffit Intact Wood White POS 6.4 ±1.4 
1 Porch-1 A Porch Columns Intact Wood White POS 11.0 ±2.5 
1 Porch-1 A door Screen Intact Wood Green POS 5.1 ±1.9 
1 Porch-1 A door Screen Intact Wood Green POS 6.1 ±1.5 
1 Porch-1 A Door Casing Intact Wood White POS 8.5 ±2.1 
1 Porch-. A Door Casing intact Wood White POS 10.9 ±2.~ 
1 Porch-1 A Door Jamb Intact Wood White POS 10.8 ±2.3 
1 Porch-1 A Door Jamb Intact Wood White POS 11.7 ±2.1 
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Quarters 762 Positive Results for Lead-Based 

Fir ., Room Side Stre Feat Cnd Sub Clr , RES ., Combined - -- -- - -- -- - - -- (mg/an') 

1 Poreh-1 B Porch Columns Intact Wood White POS 8.0 ±2.1 
1 Poreh-1 B Porch Lattice Intact Wood White POS 4.8 ±1.6 
1 Poreh-1 C Porch Lattice Intact Wood White POS 3.8 ±1.1 
1 Porch-1 0 Wall Wall Intact Concrete White POS 3.2 ±1.1 
1 Porch-1 0 Wall Wall Intact Concrete White POS 

1 
3.41 ±1.0 

1 1 Porch-1 0 Window Apron Intact Wood Green POS 19.3 ±3.1 
1 Porch-1 0 Window Apron Intact Wood Green POS 21.0 ±3.2 
1 Porch-1 0 Window Stool Intact Wood Green POS 21.0 ±3.3 
1 Porch-1 0 Window Stool Intact Wood Green POS 15.7 ±3.0 
1 Poreh-1 0 Window Casing Intact Wood Green POS 21.9 ±3.1 
1 Porch-1 0 Window Casing Intact Wood Green P~S 11.6 ±2.7 
1 Porch-1 0 Window Sash-Ext Intact Wood Green POS 18.0 ±3.0 
1 Porch-1 0 Window Sash-Ext Intact Wood Green POS 20.2 ±2.9 
1 Porch-1 0 Window Trough Intact Wood Green POS 24.8 ±3.5 
1 Porch-1 0 Window Trough Intact Wood Green POS 28.2 ±3.5 
1 Porch-1 0 Window Mullion Intact Wood Green POS 14.3 ±2.7 
1 Porch-1 0 Window Mullion Intact Wood Green POS 16.6 ±2.7 
1 Porch-1 0 Door Door Intact Wood White P~S : 5.7 ±2.0 
1 Porch-1 0 Door Door Intact Wood White POS 3.6 ±1.0 
1 Porch-1 0 Door Casing Intact Wood White POS 6.1 ±2.0 
1 Porch-1 0 Door Casing Intact Wood White POS 22.8 ±3.3 
1 Porch-1 0 Door Jamb Intact Wood White POS 20.8 ±3.0 
1 Porch-1 0 Door Jamb Intact Wood White POS 20.8 ±3.0 
1 Porch-1 0 Wndw-Upr Stool Intact Wood White POS 3.7 ±0.9 
1 Porch-1 0 Wndw-Upr Stool Intact Wood White POS 6.2 ±2.0 
1 Porch-1 0 Wndw-Upr Casing Intact Wood White POS 6.0 ±1.8 
1 Porch-1 0 Wndw-Upr Casing Intact Wood White POS 5.6 ±1.7 
1 Porch-1 0 Wndw-Upr Sash-Ext Intact Wood White POS 21.9 ±3.0 
1 Porch-1 0 Wndw-Upr Sash-Ext Intact Wood White POS 18.8 ±3.0 
1 Porch-1 0 Wndw-Upr Mullion Intact Wood White P~S 19.6 ±2.B 
1 Porcn-l 0 vVndw-Upr Muiiion intact Wood White pas 22.1 ±3.2 
1 Porch-1 0 Wall Baseboard Intact Wood White POS 11.B ±2.3 
1 Porch-1 0 Wall Baseboard Intact Wood White POS 10.7 ±2.1 
1 Porch-I 0 Elec-Conduit Elec-Cond Intact Metal White POS 1.7 ±0.4 
1 Porch-1 0 Elec-Conduit Elec-Cond Intact Metal White POS 5.6 ±1.3 
1 Porch-I 0 Porch Ceiling Intact Wood White POS 14.3 ±3.0 
1 Porch-I 0 Porch Ceiling Intact Wood White POS 27.3 ±3.2 
1 Porch-2 A Wall Wall Intact Concrete White POS 2.5 ±1.3 
1 Porch-2 A Wall Wall Intact Concrete White POS 3.6 ±1.0 
1 Porch-2 A Window Apron Peeling Wood Green POS 22.5 ±3.2 
1 Porch-2 A Window Apron Peeling Wood Green POS 20.0 ±3.0 
1 Porch-2 A Window Stool Peeling Wood Green POS 31.4 ±3.7 
1 Porch-2 A Window Stool Peeling Wood Green POS 29.8 ±3.5 
1 Porch-2 A Window Casing Peeling Wood Green POS 30.8 ±3.7 
1 Porch-2 A Window Casing Peeling Wood Green POS 30.1 ±3.5 
1 Porch-2 A Window Sash-Ext Peeling Wood Green POS 24.0 ±3.3 
1 Porch-2 A Window Sash-Ext Peeling Wood Green POS 20.7 ±3.0 
1 Porch-2 A Window Trough Peeling Wood Green POS 35.9 ±3.9 
1 Porch-2 A Window Trough Peeling Wood Green P~S 33.4 ±4.0 
1 Porch-2 A Window Mullion Peeling Wood Green POS 28.9 ±3.5 
1 POich-2 A 'v'Vinuow Muiiion Peeiing Wood Green POS 20.8 ±3.0 
1 Porch-2 A Door Door Peeling Wood White POS 8.2 ±2.2 
1 Porch-2 A Door Door Peeling Wood White P~S 9.5 ±2.3 
1 Porch-2 A Door Casing Peeling Wood White POS 12.7 ±2.7 
1 Porch-2 A Door Casing Peeling Wood White POS 19.9 ±3.0 
1 Porch-2 A Door Jamb Peeling Wood White POS 9.0 ±2.1 
1 Porch-2 A Door Jamb Peeling Wood White POS B.O ±2.3 
1 Porch-2 B Wall-Lwr Wall-Lwr Intact Wood Grey POS 4.9 ±1.3 
1 Porch-2 B Wall-Lwr Wall-Lwr Intact Wood Grey POS 3.6 ±1.0 
1 Porch-2 C Porch Columns Intact Wood White POS B.7 ±2.1 
1 Porch-2 C Porch Columns Intact Wood White P~S 6.5 ±2.1 
1 Porch-2 C Porch Columns Intact Wood Grey P~S 5.1 ±1.B 
1 Porch-2 C Porch Columns Intact Wood Grey POS 6.6 ±1.9 
1 Porch-2 C Pnr,..h_llnr Trirn_llnr Intact VlJood \AJhlte POS 9.9 .L"> • . _._,. - .... . ... 11-_"'. ~.I 

1 Porch-2 C Porch-Upr Trim-Upr Intact Wood White POS 6.7 ±2.2 
1 Porch-2 C Porch Lattice Intact Wood White POS 2.7 ±0.7 
1 Porch-2 C Porch Lattice Intact Wood White POS 1.2 ±0.3 
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Quarters 762 Positive Results for Lead-Based 

Fir Room Side Strc Feat Cnd Sub Clr RES Combined 
(mglcm2

) 

1 Porch-2 C Porch Lattice Peeling Wood Grey P~S 3.7 ±1.0 
1 Porch-2 C Porch Lattice Peeling Wood Grey P~S 6.5 ±1.9 
1 Porch-2 0 Wall-Upr Wall-Upr Intact Wood White P~S 9.6 ±2.3 
1 Porch-2 0 Wall-Upr Wall-Upr Intact Wood White P~S 10.7 ±2.4 
1 Porch-2 0 Porch Ceiling Intact Wood White P~S 4.8 ±1.8 
1 Porch-2 0 Porch Ceiling Intact Wood White P~S 6.0 ±2.0 
1 Room-1 A Wall Wall Intact Drywall Beige P~S 2.6 ±D.8 
1 Room-1 A Wall Wall Intact Drywall Beige P~S 3.8 ±1.2 
1 Room-1 A Window Apron Intact Wood Beige P~S 2.7 ±0.9 
1 Room-1 A Window Casing Intact Wood Beige P~S 2.6 ±D.9 
1 Room-1 A Window Sash Peeling Wood Beige p~s 7.3 ±2.2 , Room-' B Window Stool Intact Wood Beige POS 2.2 ±0.6 
1 Room-1 B Window Casing Intact Wood Beige P~S 1.4 ±0.6 
1 Room-1 B \A/; ....... _ ••• ~y1ullion 

O __ li .... '" \AJood C_i,.. ....... POS 13.0 ~.., r:: 
VVIIIUUQ r':n:::;IIII~ LJ'WI~'W .LL.1J , Room-1 B Door Door Intact Wood Beige P~S 7.0 ±2.0 

1 Room-1 B Door Door Intact Wood BeiQe POS 8.8 ±2.1 
1 Room-1 B Door Casing Intact Wood Beige P~S 2.4 ±D.7 
1 Room-1 B Door Casing Intact Wood Beige P~S 3.7 ±0.9 , Room-1 B Door Jamb Intact Wood Beige P~S 2.4 ±1.2 
1 Room-1 B Door Jamb Intact Wood Beige P~S 2.9 ±0.8 
1 Room-1 B Wndw-Upr Apron Intact Wood Beige P~S 4.0 ±1.2 
1 Room-1 B Wndw-Upr Apron Intact Wood Beige P~S 2.5 ±D.7 , Room-1 B Wndw-Upr Casing Intact Wood Beige P~S 1.9 ±0.9 
1 Room-1 B Wndw-Upr Casing Intact Wood Beige P~S 2.0 ±0.9 
1 Room-1 B Wndw-Upr Sash Intact Wood Beige P~S 8.7 ±2.4 
1 Room-1 B Wndw-Upr Sash Intact Wood Beige P~S 8.9 ±2.2 
1 Room-' B Wndw-Upr Mullion Intact Wood Beige P~S 8.6 ±2.2 
1 Roorn-1 B Wndw-Upr Mullion Intact Wood Beige P~S 11.6 ±2.5 
1 Room-1 0 Window Apron Intact Wood Beige P~S 2.2 ±1.2 
1 Room-1 0 Window Stool Intact Wood Beige P~S 2.8 ±D.8 
1 Room-1 0 Window Sash Peeling Wood Beige P~S 12.7 ±2.5 
1 Room-1 0 Window Mullion Peeling Wood Beige P~S 10.7 ±2.4 
1 Room-1 0 Ceiling Ceiling Intact Drywall Beige P~S 2.3 ±0.7 
1 Room-1 0 Ceiling Ceiling Intact Drywall Beige P~S 2.6 ±0.7 
1 Room-2 B Wall Wall Intact Drywall Beige P~S 2.7 ±0.9 
1 Room-2 B Window Apron Intact Wood Beige P~S 1.8 ±1.6 
1 ROul I 1 .. 2 B VVinduw Casing Intact \lJood Beige POS " . , " " L.I IV." 
1 Room-2 B Window Sash Intact Wood Beige P~S 4.8 ±1.2 
1 Room-2 B Window Trough Intact Wood Beige P~S 24.2 ±3.5 
1 Room-2 B Window Trough Intact Wood Beige P~S 29.3 ±3.4 
1 Room-2 C Window Sash Intact Wood Beige P~S 9.9 ±2.3 
1 Room-2 C Window Mullion Intact Wood Beige P~S 18.7 ±2.9 
1 Room-2 C Window Mullion Intact Wood Beige P~S 13.6 ±2.4 
1 Room-2 C Door Casing Intact Wood Beige POS 4.3 ±1.0 
1 Room-2 C Door Casing Intact Wood Beige P~S 3.5 ±1.4 
1 Room-2 C Door Jamb Intact Wood Beige P~S 17.6 ±2.8 
1 Room-2 C Door Jamb Intact Wood Beige P~S 15.6 ±2.8 
1 Room-2 0 Wall Wall Intact Drywall Beige P~S 3.9 ±1.3 
1 Room-2 0 Window Apron Intact Wood Beige P~S 1.6 ±0.7 
1 Room-2 0 Window Stool Intact Wood Beige P~S 2.2 ±D.6 
1 Room-2 0 Window Stool Intact Wood Beige P~S 2.2 ±0.6 
1 Room-2 0 Window Casing Intact Wood Beige P~S 2.8 ±0.7 
1 Room-2 0 Ceiling Ceiling Intact Drywall Beige P~S 3.3 ±D.9 
1 Room-2 0 Ceiling Ceiling Intact Drywall Beige P~S 1.9 ±0.5 
2 Bath-2 A Door Casing Intact Wood Beige P~S 3.3 ±0.9 
2 Bath-2 A Door Casing Intact Wood Beige P~S 3.8 ±1.0 
2 Bath-2 A Door Jamb Intact Wood Beige P~S 3.3 ±1.0 
2 Bath-2 A Door Jamb Intact Wood Beige P~S 2.9 +0.9 
2 Bath-2 B Wall Wall Intact Wood Beige P~S 3.9 ±1.3 .., D_ ..... I') C \1\1':_ .... _ ••• 1\_ .. __ 

Intact 'lJood Beige POS .., . 
+0.9 , LJlClLlI-' '" VVIIIUUW n .... lull .J.'+ 

2 Bath-2 B Window Apron Intact Wood Beige P~S 3.5 ±1.1 
2 Bath-2 B Window Casing Intact Wood Beige POS 3.4 +1.0 
2 Bath-2 B Window Sash Intact Wood Beige P~S 10.3 ±2.2 
2 Bath-2 B Window Mullion Intact Wood Beige P~S 17.6 ±2.7 
2 Bath-2 B Window Mullion Intact Wood Beige P~S 14.4 ±2.5 
2 Bath-2 C Wall Wall Intact Wood Beige P~S 5.7 ±1.4 
2 Bath-2 C Window Stool Intact Wood Beige P~S 1.9 ±D.5 
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Pamt Page I 
Quarters 762. Lead-Based Paint Survey 

Charleston i~aval Complex 
Site: 40 Date: 111'19/97 

Ranges (NEG<INC<POS): Device PCS 

No Site XL,No Insp FIr Room Side Strc Feat Cmf Sub Clr PbL(m!:Jcm') RES PbK Combined DI Date Note 
I 40 11 6 1 Shutter Cal-1 Calibrate Cahbrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 10/1/97 
2 40 2 6 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 00 ± 0.0 O.O± 0 0 0.0 10/1/97 
3 .'0 ,I 6 1 Calibrate-I Calibrate Calibrate 1.02 ± 0.13 POS 0.3 ± 0.5 1.0 ± 0.1 1.0 11117/97 
4 40 4 6 I Calibrate-I Cahbrate Calibrate 0.93 ± 0.20 NEG 0.7 ± 0 4 0.9 ± 0.2 2.0 11/17/97 
5 .'0 S 6 I Room-I A Wall Wall Intact I>rywall Beige 0.02 ± 1).11 POS 2.6 ± 0.8 2.6± 0.8 1.1 11117/97 
6 40 II 6 I Room-I B Wall Wall Inta.et Drywall Beige 0.Q2 ± 0.18 NEG 0.0 ± 0.7 0.0 ± 0.2 10 111\7/97 
7 ·'0 ~, 6 I Ronm-I A Wall Wall Intact I>rywall Beige 0.03 ± 0.41 POS 3.8 ± 1.2 3.8 ± 1.2 1.7 11117/97 
8 .'0 n 6 I Room-I A Window Apron Intact Wood Beige 1.94 ± 11.00 POS 2.7 ±0.9 2.7 ± 0.9 4.3 11117197 
9 ·'0 !t 6 I Room-I D Window Apron Intact Wood Beige 2.21 ± 11.22 POS 2.5 ± 0.8 2.2 ± 1.2 6.1 11117/97 
10 40 10 6 1 Room-I D Window Stool Intact Wood Beige 2.02 ± 11.29 POS 2.8 ± 0.8 2.8 ± 0.8 6.9 11117/97 
11 .'0 11 6 I Room-I B Window Stool Intact Wood Beige 1.77 ± 0.95 POS 2.2 ±0.6 2.2± 0.6 7.1 11117/97 
12 ·'0 12 6 I Room-I B Window Casing Intact Wood Beige 1.38 ± 0.55 POS 1.4 ± 0.5 1.4 ± 0.6 5.7 11117/97 
13 .'0 13 6 1 Room-l A Window Casing Intact Wood Beige 4.31 ± 1.79 POS 2.6 ± 0.9 2.6± 0.9 9.2 11117/97 
14 .'0 14 6 I Room-I A Window Sash Peeling Wood Beige 3.54± :!.55 POS 7.3 ± 2.2 7.3 ± 2.2 8.8 11117/97 
15 40 15 6 I Room-I D Window Sash Peeling Wood Beige 2.76 ± J.n POS 12.7 ± 2.5 12.7 ± 2.5 9.6 11117/97 
16 40 16 6 I Room-I D Window Mullion Peeling Wood Beige 1.03 ± 11.96 POS 10.7 ± 2.4 10.7 ± 2.4 5.4 1I!17/97 
17 .'0 17 6 I Room-I B Window Mullion Peeling Wood Beige 0.75± 11.44 POS 13.0 ± 2.5 1J.0±2.5 4.4 1lI17/97 
18 40 18 6 I Room-I B Wall Baseboard (nta.et Wood Beige 0.02 ± 0.10 NEG -1.1 ± 0.8 O.O±O.I 1.0 11117/97 
19 40 19 6 I Room-I A Wall Baseboard! Inta.et Wood Beige 0.03 ± 0.10 NEG 0.2 ± 0.7 0.0 ± 0.1 1.0 11117/97 
20 .'0 20 6 I Room-I B Door Door Intact Wood Beige 1.87 ± 11.85 POS 7.0±2.0 7.0±2.0 4.1 11117/97 
21 .'0 21 6 I Room-I B Door Door Intact Wood Beige 3.52± :1.58 POS 8.8 ± 2.1 8.8 ± 2.1 6.5 11117/97 
22 .'0 22 6 I Room-I B Door Casing Intact Wood Beige 3.01 ±:1.08 POS 2.4 ± 0.7 2.4 ± 0.7 8.2 11/17/97 
23 ·'0 23 6 I Room-I B Door Casing Intact Wood Beige 1.93 ± :/.28 POS 3.7 ± 0.9 3.7 ±0.9 5.9 11117197 
24 ·'0 24 6 I Room-I B Door Jamb Intact Wood Beige 2.37 ± 11.24 POS 2.7 ± 0.9 2.4 ± 1.2 4.9 11/17/97 
25 40 25 6 I Room-I B Door Jamb Intact Wood Beige 2.90± 11.37 POS 2.9±0.8 2.9 ± 0.8 5.9 1I!17197 
26 .'0 26 6 I Room-I B Window-Upr Apron Intact Wood Beige 3.41 ± :1.68 POS 4.0± 1.2 4.0 ± 1.2 9.6 11117/97 
27 40 27 6 I Room-I B Window-Upr Apron Intact Wood Beige 2.44± 11.47 POS 2.5 ± 0.7 2.5 ± 0.7 9.2 1I!17/97 
28 40 28 6 I Room-I B Window-Upr Casing Intact Wood Beige 1.94 ± 0.85 POS 2.2 ± 0.7 1.9±0.9 5.4 11117/97 
29 40 29 6 1 Room-I B Window-Upr Casing Intact Wood Beige 1.97 ± 0.86 POS 2.1 ±0.7 2.0±0.9 5.3 1lI17197 
30 40 3D 6 I Room-I B Window-Upr Sash Intact Wood Beige 2.27±:1.83 POS 8.7 ± 2.4 8.7±2.4 8.1 11117/97 
31 ·'0 31 6 1 Room-I B Window-Upr Sash Intact Wood Beige 0.34 ± 0.62 POS 8.9±2.2 8.9±2.2 2.4 11117/97 
J2 40 32 6 1 Room-I B Window-Upr Mullion Intact Wood Beige 0.81 ± il.42 POS 8.6 ± 2.2 8.6±2.2 4.3 11117/97 
JJ ·10 33 6 I Room-I B Window-l)pr Mullion Intact Wood Beige 1.11 ± L46 POS 11.6 ± 2.5 11.6 ± 2.5 4.2 11/17197 
34 40 34 6 I Room-I B Wmdow Boxmg Inta.et Wood BeIge 001 ± 0.26 NEG -0.5 ± 0 7 00±03 1.0 11/17/97 
35 40 3.5 6 I Room-I A Window Boxmg Inta1ct Wood Beige 003 ± 0 39 NEG -0.8 ± 0.7 00±04 1.8 1lI17/97 
36 40 36 6 I Room-I A Floor Radiator Inta.ct Metal BeIge O\O±041 NEG 0.3 ± 0 8 01±04 35 11/17/97 
37 40 37 6 I Room-I A Floor Radiator Inta·et Metal Beige 0.24±O.18 NEG 0.2 ± 0.6 0.2 ± 0 2 3.7 11/17/97 
38 40 3:g 6 I Room-I A Radiator Housing Inta.et Wood Beige o oo± 0.10 NEG 0.0 ± 0.7 OO± 0.1 10 11117/97 
39 40 39 6 I Room-I D Radiator Housing Inta.et Wood Beige 000 ± 0.10 NEG -08 ± 0.7 O.O±O I 1.0 11/17/97 
40 40 40 6 I Room-I D Elec-Conduit Electrical-Cond Jntalet Metal Beige 010±01O NEG 0.4 ± 0 5 0.1 ± 0 I 1.8 11117/97 
41 40 41 6 I Room-I B Elec-Conduit Electrical-Cond Inta.et Metal Beige 004 ± 0.\0 NEG ·06 ± 0.9 0.0 ± 0.1 10 11/17/97 
42 40 42 6 I Room-I C Bookcase Frame Inta'et Wood Beige 0.30 ± 0,12 NEG 0.1 ± 0.4 03±01 18 11/17/97 
43 40 43 6 I Room-I C Bookcase Frame Intalet Wood Beige 0.25 ± 0.12 NEG 0.2 ± 0.4 0.3 ± 0.1 1.7 11/17197 
44 40 44 6 I Room-I C Bookcase Shelf Inta.et Wood Beige 0.24 ± 0.14 NEG -0.3 ± 0.4 0.2 ± 01 1.8 11117/97 
45 40 45 6 I Room-I C Bookcase Shelf Inta.c! Wood Beige O.l7±0.19 NEG -0.4 ± 0 7 02±02 16 11/17/97 
46 40 415 6 I Room-I C Floor Floor Jntalet Wood Varnish 0.00 ± 0.10 NEG 0.0 ± 0.7 O.O± 0 I 1.0 11117/97 
47 40 47 6 I Room-I C Floor Floor Intalct Wood Varnish O.OO±O.IO NEG -0.1 ± 0.7 00±01 1.0 11/17/97 
48 40 4:S 6 I Room-2 A Floor Floor Inta.et Wood Varnish 0.03 ± 0.14 NEG 0.4 ± 0.4 OO±O.I 1.5 11117/97 
49 40 49 6 I Room-2 A Floor Floor Inta.e! Wood Varnish OOO±O.IO NEG -0.1 ± 0.7 OO± 0.1 10 11117/97 
SO 40 SO 6 I Room-2 B Wall Wall Intact Ilrywall Beige 0.02 ±0.27 POS 2.7 ± 00.9 2.7 ± 0.9 2.0 1lI17197 
51 40 51 6 I Room-2 C Wall Wall [ntalet Drywall Beige 0.04 ± 0.10 NEG 0.5 ± 0 5 O.O± 0.1 15 11117/97 
52 40 52 6 I Room-2 D Wall Wall Intact Ilrywall Beige 0.02 ± 0.10 POS 3.9 ± 1.3 3.9 ± 1.3 2.3 1lI17/97 
53 40 53 6 I Room-2 A Wall Wall [ntalet Wood Beige 0.33 ± 0.10 NEG 0.2 ± 0.4 0.3 ± 0.1 15 11117/97 
54 40 54 6 I Room-2 A Wall Wall Inta.ct Wood Beige 0.45 ± 0.16 NEG 03 ± 0.4 05 ± 0.2 22 11/17/97 
55 40 5:5 6 I Room-2 A Wall Baseboard Inta.;1 Wood Beige OIl±OIO NEG 02±04 01 ±O I 10 11117/97 
56 40 56 6 I Room-2 B Wall Baseboard Intalct Wood Beige 0.02±0.10 NEG 0.2 ± 0.4 00±01 1.0 1l!l7/97 
57 40 5'7 6 I Room-2 B Window Apron Inta·cI Wood Beige »5.0 ± 11.00 POS 1.8 ± 1.6 1.8 ± 1.6 10.0 1II17/97 
58 40 5:~ 6 I Room-2 D Window Apron Intact Wood Beige 1.64± 0.67 POS 1.7 ± 0.5 1.6 ± 0.7 6.5 1lI17/97 
59 ~IO 5') 6 I Room-2 D Window Stool Intact Wood Beige 1.64± 11.03 POS 2.2 ±0.6 2.2 ± 0.6 8.7 1II17/97 
60 40 60 6 I Room-2 D Window Stool Intact Wood Beige 2.68± 11.37 POS 2.2 ± 0.6 2.2 ± 0.6 9.2 1II17/97 
61 40 61 6 I Room-2 D Window Casing Intact Wood Beige 2.17± 11.63 POS 2.8 ± 0.7 2.8 ± 0.7 10.0 1lI17/97 
62 40 6:1 6 I Room-2 B Window Casing Iotact Wood Beige 1.75 ± 0.90 POS 2.1 ± 0.5 2.1 ± O.S 8.8 11/17197 
63 ~IO 6:\ 6 I Room-2 B Window Sash Intact Wood Beige 3.60± :!.50 POS 4.8 ± l.l 4.8 ± 1.2 2.5 11/17/97 
64 ~IO 6<1 6 1 Room-2 C Window Sash Inta'ct Wood Beige 0.86± 11.90 POS 9.9 ± 2.3 9.9± 2.3 5.2 11117197 
65 ~IO 6!;' 6 I Room-2 C Window Mullion Intact Wood Beige 1.38 ± 11.94 POS 18.7 ± 2.9 18.7 ± 2.9 4.9 11/17/97 
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Site: 40 Dllte: 11Il! 9/97 Paml Page 2 
Ranges (NIW<INC<POS): Device PCS 

No Sit·e XLNo Insp Fir Room Side Strc Feat Cnd Sub elr PbL(mglcm') RES PbK Combined DI Date Note 
66 40 66 6 1 Room-2 C Window Mullion Intact Wood Beige 1.19 ± 1.55 POS 113.6± 2.4 13.6 ± 2.4 8.3 1lI17/97 
67 40 67 6 I Room-2 B Window Trough Intact Wood Beige »5.0± 1.00 POS '~4.2 ± 3 .. 5 24.2 ± 3.5 5.5 1lI17/97 
68 40< 68 6 I Room-2 B Window Trough Intact Wood Beige »5.0± 1.00 POS '~9.3 ± 3 .. 4 29.3±3.4 10.0 11117/97 
69 40< 69 6 I Room-2 C Door Casing Intact Wood Beige 2.85 ± 3.25 POS 4.3± 1..0 4.3 ± 1.0 7.4 11117197 
70 40 70 6 I Room-2 C Door Casing Intact Wood Beige »5.0± 1.00 POS 3.S± 1..4 3.S ± 1.4 10.0 11117/97 
71 40 71 6 I Room-2 C Door Jamb Intact Wood Beige 1.83 ± 1.64 POS 1.7.6 ± 2.8 17.6 ± 2.8 10.0 11I17/97 
72 40 72 6 I Room-2 C Door Jamb Intact Wood Beige 0.74 ± 1.23 POS I:S.6 ±2 .. 8 1S.6± 2.8 3.8 11117/97 
73 40 73 6 1 Room-2 B Wmdow Boxing Intact Wood Beige 0.01±028 NEG ··0.2 ±o 7 0.0 ± 0.3 10 11/17/97 
74 40 74 6 1 Room-2 D Window Boxing Intact Wood Beige om ±O [0 NEG .. 0.1 ± 0 7 0.0 ± 0.1 1.0 11/17/97 
75 40 75 6 I Room-2 B Floor R:adiator Intact Metal Beige 0.23 ± 0 22 NEG 0.3 ± 0 5 0.2 ± 0.2 4.3 11/17197 
76 40 76 6 1 Room-2 B Floor R:adiator Intact Metal Beige 0.09 ± 0.21 NEG 0.1 ± 1 0 01 ±0.2 2.1 11117197 
77 40 77 6 1 Room-2 B Radiator Housmg Intact Wood Beige 0.08±0.10 NEG .. 0.8 ± 0 8 -0.8 ± 0.8 100 11/17197 
78 40 78 6 I Room-2 D Radiator Housmg Intact Wood Beige O.OO±O.IO NEG .. 0.3 ± 0.8 O.O± 01 1.0 11117197 
79 40 79 6 I Room-2 C Elec-CondUlt Electlical-Cond Intact Metal Beige 0.07 ± 0.10 NEG .. 0.4 ± 0.9 01 ± 0.1 1.3 11117197 
80 40 80 6 I Room-2 C Elec-Conduit Electrical-CoRd [ntact Metal Beige 0.07±0.10 NEG 0.2 ± 0 7 0.1 ± 0.1 1.6 11117/97 
81 4U 81 6 1 Halll-I C Wall Wall Intact Wood Beige 0.46 ± 0.10 POS 9.0± 2 . .3 9.0± 2.3 10.0 11117/97 
82 4U 82 6 I Halll-I A Wall Wall fntact Wood Beige 0.19%0.37 POS 2.6 ± 0 .. 8 2.6± 0.8 3.8 11/17/97 
83 40 83 6 1 Hall-I B Door Door Intact Wood Beige 004 ± 0.22 NEG .. 0.1 ±07 0.0 ± 0.2 1.5 11117/97 
84 40 84 6 1 Hall-I B Door Door Intact Wood Beige 0.03 ± 0.\3 NEG .. 02 ±0.7 0.0 ± 0.1 1.2 11117/97 
8S 40 8S 6 1 HaU-I B Door Casing Intact Wood Belige 0.03,/0 0.10 POS 1:4.9,/02 .. 5 14.9,/0 2.5 1.0 11I17/97 
86 40 86 6 I Hal.I-1 B Door Casing Intact Wood Belige 0.57,/00.58 POS 16.1,/0 2.8 16.1,/0 2.8 10.0 11I17/97 
87 40 87 6 I HaU-l B Door JJamb Intact Wood Belige 0.02,/0 0.10 POS 3.5,/0 1.0 3.S,/o 1.0 1.0 11I17/97 
88 40 88 6 I HaU-I B Door JJamb Intact Wood Beige 0.42,/00.10 POS 9.7,/02.4 9.7,/0 2.4 10.0 1lI17/97 
89 40 89 6 I HaU-I C Door ]()oor Intact Wood Belige 0.61,/0 0.S2 POS 4.2,/0 1.3 4.2 ± 1.3 10.0 1lI17/97 
90 40 90 6 I Hall-I C Door IDoor Intact Wood Beige 0.13 ± 0.27 NEG 0.7 ± 0 4 0.1 ± 0.3 4.2 11/17197 
91 40 91 6 I HaU-1 C Door I[)oor Intact Wood Beiige 0.68:1: 0.S7 POS 3.8,/0 1.Z 3.8:1: 1.2 10.0 11117/97 
92 40 92 6 I Hall-I C Door Casing Intact Wood Beiige O.OS:I: O.SI POS 1.5.6,/0 2.6 IS.6:1: 2.6 2.0 11117/97 
93 40 93 6 I Hall-I A Door Casing Intact Wood Belige 0.07:1: 0.10 POS 1.7,/00.4 1.7 ± 0.4 2.2 IlI17/97 
94 40 94 6 I Hall-I A Door .lamb Intact Wood Beige 0.04 ± 0.\3 NEG 0.3 ± 0 8 O.O± 0.1 13 11/)7/97 
95 40 95 6 I Hall-I C Door JJamb Intact Wood Beiige 0.03,/o0.S7 POS 9.1,/02.3 9.1 ± 2.3 1.3 11117197 
96 40 96 6 I Hall-I C Door Jamb Intact Wood Belige 0.08 ± 0.75 POS 1,2.8 ± 2.8 12.8 ± 2.8 2.2 1lI17/97 
97 40 91 6 I Hall-I C Floor !Floor Intact Wood Vamish 0.02 ± 0.10 NEG 00±06 0.0±0.1 38 )1/17/91 
98 40 98 6 I Hall-) C Floor !Floor Intact Wood Vamish 0.00 ± 0.10 NEG 0.1 ± 0 4 O.O±O.I 10 11117/91 
99 40 99 6 I Hall-I 0 Stairs Tread Intact Wood Vamish 0.00 ± 0.10 NEG .. 0.2 ± 0.7 O.O±O.I 10 11/17/91 
100 40 100 6 I Hall-I 0 Stairs Tread Intact Wood Vamish 0.00 ± 0.10 NEG .. 0.2 ± 0 1 O.O± 0.1 1.0 11117/91 
101 40 101 6 I Hall-I 0 Stairs RIser Intact Wood Vamish 009 ± 0.10 NEG .. 0.3 ± 0.7 01 ± 0 I 1.0 11117/97 
102 40 102 6 I Hall-I 0 Stairs Riser Intact Wood Vamish O.IO± 0.10 NEG .. 0.2 ± 0 7 0.1 ± 0 I 1.0 11117197 
103 40 103 6 I Hall-I 0 Stairs Rail-Cap Intact Wood Vamish 002±O.lO NEG 0.2 ± 0.5 00±01 1.0 11117/97 
104 40 104 6 I Hall-I 0 Stairs bit-Cap Intact Wood Vamish 003 ± 0.10 NEG .. 0.3 ± 0.7 O.O± 0.1 1.0 11117/97 
105 40 105 6 I Hall-I 0 Stairs Baseboard-Ins Intact Wood Beiige 017 ± 0.22 NEG 05±04 0.2 ± 02 3.5 11117/97 
106 40 106 6 I Hall-I 0 Stairs Baseboard-Ins Intact Wood Beiige 0.09 ± 0.31 NEG 0.1 ± 0.7 0.1 ± 0.3 2.6 11117/97 
107 40 107 6 1 Batl~-1 B Wall Wall Intact Wood Beiige 0.49,/o0.SI POS 6.9,/02.4 6.9±2.4 10.0 11/17/97 
108 40 108 6 1 Bath-I 0 Wall Wall Intact Wood Beiige 005 ± 0.15 NEG .. 0.3 ± 0.7 0.1 ± 0.2 1.4 11/17/91 
109 40 109 6 1 Bath-I A Wall Wall Intact Wood Beiige 009 ± 0.39 NEG 01 ±0.1 01 ± 0.4 38 11/17/97 
110 40 110 6 I Batb-I B Wall Wall Intact Wood Beiige O.ll:l: 0.24 POS 4.3,/0 1.2 4.3 ± 1.2 1.8 11/17197 
III 40 III 6 I BatliJ-1 B Wall Wall Intact Wood Beiige 0.22,/0 0.61 POS 9.6,/02.4 9.6,/0 2.4 S.6 11117/97 
112 40 III 6 1 BatliJ-1 B Window Apron Intact Wood Beiige 0.10,/00.74 POS 16.2:1:2.7 16.2,/0 2.7 2.6 11117/97 
113 40 113 6 1 BatlH C Window Apron Intact Wood Beiige 0.24 ± 1.02 POS 9.4 ± 2.1 9.4,/0 2.1 3.9 11117/97 
114 40 114 6 1 Bath-I C Window Stool Intact Wood Beiige 0.14±0.11 NEG 1.0 ± 0.4 0.1 ± 0.1 2.6 11117/97 
115 40 115 6 I Bath-I B Window Stool Intact Wood Beiige 0.78:1: 1.44 POS 4.4 ± I.S 4.4,/0 1.S 4.1 1lI17/97 

116 40 116 6 I Bath-I B Window Stool Intact Wood Beiige 1.07:1: 1.10 POS 3.4,/0 0.9 3.4,/00.9 6.2 1lI17/97 
117 40 117 6 I Bath-I B Window Casing Intact Wood Beiige 0.07,/00.63 POS 9.9:1:2.5 9.9,/0 2.S 2.3 11117/97 
118 40 118 6 I Batllt-l C Window Casing Intact Wood Beiige 1.43,/0 1.48 POS 3.8 ± 1.0 3.8 ± 1.0 8.8 11/17197 

119 40 119 6 1 BBtl1t-l C Window Sash Intac! Wood Beiige 0.41 ± 0.10 fOS 6.5±2.0 6.S± 2.0 10.0 11117197 

120 40 120 6 I Bath-) n Window Sash Intact Wood Beiige 0.84,/0 0.79 POS 9.2 ± 2.2 9.2 ± 2.2 10.0 1lI17/97 

121 40 121 6 1 Bath-I B Window Mullion Intact Wood Beiige 0.13,/0 0.67 POS 7.S ±2.0 7.S± 2.0 3.6 11117/97 
122 40 122 6 1 Bath-I B Window Mullion Intact Wood Beiige 0.76,/0 1.01 POS 12.7 ± 2.S 12.7 ± 2.5 8.3 11117197 
123 40 123 6 1 Bath-I C Floor Radiator Intact Metal Beiige 0.IO±O.l5 NEG 0.6± 0 5 01 ± 0.2 3 I 11117/97 
124 40 124 6 I Bath-I C Floor Radiator Intact Metal Beiige 0.09 ± 0.21 NEG 0.2 ± 0.8 0.1 ± 0.3 32 11/17/91 
125 40 125 6 I Bath-I B Radiator Housing Intact Wood Beige 0.00 ± 0.10 NEG .. 0.1 ±0.7 O.O± 0.1 10 11/17/97 

126 40 126 6 I Bath-I B Radiator Housing Intact Wood Beige 000 ± 0.10 NEG .. 0.3 ± 0.7 O.O± 0.1 1.0 11/11197 
127 40 127 6 I Bath-) 0 Wall Shelf Intact Wood Beige 0.01±0.10 NEG .. 0.2 ± 0.7 00 ± 0.1 1.0 11117/97 
128 40 128 6 I Bath-I 0 Wall Shelf Intact Wood Beige OOO±O.IO NEG .. 0.2 ± 0 6 0.0 ± 0.1 10 11117/97 
129 40 129 6 I Bath-I 0 Cabinet Door-Out Intact Wood Beige 0.02 ±0.21 NEG .. 0.2 ± 0.7 00 ± 0.2 10 11/17/97 
130 40 130 6 I Bath-I 0 Cabinet Door-Out Intact Wood Beige 0.02±0.10 NEG ·0.2 ± 0.6 00 ± 0.1 10 11117/97 
131 40 131 6 I Bath-I 0 Cabmet Door-Ins Intact Wood Beige 003±0.10 NEG ·0.9 ± 0 7 O.O± 0.1 1.0 1II171Q7 

132 40 132 6 I Bath-I 0 Cabinet Door-Ins Intact Wood Rpi .... ., n n., -L n ,1'\ 

133 40 133 I Bath-I n 
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134 40 134 6 I Bath-I D Cabmet Inside Intact Wood Beige I) 09 ± 0 43 NEG -0.3 ± 0.6 01 ± 0.4 36 11117/97 
135 40 135 ,6 I Bath-I D Cabinet Shelf Intact Wood Beige ID03±0.12 NEG 00±06 00 ± 0.1 1.0 11/17/97 
136 40 136 6 I Bath-I D Cabinet Shelf Intact Wood Beige I) 06 ± 0 36 NEG -10 ± 0 7 01±04 19 11117197 
137 40 137 6 I Bath-I D Shower Wall Intact Metal Beige I) 04 ± 0 24 NEG 01 ±O!I 00±02 32 11117/97 
138 40 138 6 I Bath-I D Shower Wall Intact Metal Beige 10.06 ± 0.23 NEG 01 ± I 0 01 ± 0.2 2 I 11117/97 
139 40 139 6 1 Bath-I D Shower Floor Intact Concrete Beige 10 18±0.10 NEG -0.2 ± O.!I -02 ± 0.8 10.0 11117/97 
140 40 140 6 I Bath-I D Shower Floor Intact Concrete Beige OOI±015 NEG -0.6 ± 0 9 00±02 1.0 11117/97 
141 40 141 6 I Bath-I D Floor Pipes Intact Metal Beige 10.13 ± 0.10 NEG 1.\±06 01 ± 0 I 24 11/17/97 
142 40 142 6 I Bath-I C Floor Pipes Intact Metal Beige 10.09 ± 0.30 NEG -0.5 ± 0.11 OI±03 46 11117197 
143 40 143 6 I Bath-I 0 Floor Pipes Intact Metal Black 10.03 ± 0.10 NEG -0.3 ± I II O.O±O I 1.0 11117/97 
144 40 144 6 I Bath-I 0 Floor Pipes Intact Metal Black 1D.09±0.18 NEG 0.1 ± 1.0 0.1 ±0.2 2.0 11117/97 
145 40 145 ,6 1 Calibrate-l Calibrate Calibrate 1_05:1: 0.14 POS 0.6:1:0A 1.1 :I: 0.1 1.1 1I117/97 
146 40 146 6 I Calibrate-2 Calibrate Calibrate 10.92 ± 0.20 NEG 0.8 ± 0.4 0.9 ± 0.2 20 11/17/97 
147 40 147 ,6 I Hall-2 A Wall Wall Intact Wood Beige 0.16:1: 0.63 POS 7.1 :I: 2.l~ 7.1:1: 2.2 4.5 1lI17/97 
148 40 148 ,6 1 Hall-2 A Wall Wall Intact Wood Bei'ge 0.58:1: 0.59 POS 8.0:1: 2.l~ 8.0:1: 2.2 to.O 1lI17/97 
149 40 149 ,6 I Hall-2 A Doorway Casing Intact Wood Beige 0_57:1:0.68 POS 13.1 :I: l,!; 13.1:1: 2.5 9.1 1lI17/97 
150 40 150 ,6 1 Hall-2 C Doorway Casing Intact Wood Beige 0.41:1: 1.29 POS 20.7:1: 3.l~ 20.7:1: 3.2 4.0 1lI17/97 
151 40 151 16 1 Hall-2 C Door Jamb Intact Wood Bei:ge 1_18:1: 1.07 POS 17.9:1: 2.11 17.9:1: 2.8 10.0 1lI17/97 
152 40 152 16 1 Hall-2 B Door Jamb Intact Wood Beige 0.55:1: 1.32 POS 12.2:1: 2.1; 12.2± 2.6 5.8 1lI17/97 
IS3 40 153 6 I Hall-2 B Door Door Intact Wood Beige 10.55 ± 0.47 NEG 0.3 ± 0.3 0.6 ± 0.5 7.3 1lI17197 
154 40 154 16 I Hall-2 B Door Door Intact Wood Beige 1031±033 NEG 05 ± 0.4 0.3± 0.3 5.0 11117/97 
155 40 155 16 I Hall-2 D Windl~w Apron Intact Wood Beige 0.31:1: 0.83 POS 20.1:1: 2.!' 20.1:1: 2.9 5.5 1lI17/97 
156 40 156 16 1 Hall-2 D WiDdl~w Apron Intact Wood Beige 0.81:1: 0.76 POS 18.5:1:3.11 18.5:1: 3.1 to.O 11117/97 
157 40 157 16 1 Hall-2 D Windl~w Stool Peeling Wood Beige >:>5.0:1: 1.00 POS 19.0:1:3.11 19.0:1: 3.1 3.7 1lI17/97 
158 40 158 16 1 Hall-2 D Windl~w Stool Peeling Wood Beige >:>5.0 :I: 1.00 POS 15.0:l:2A 15.0:1: 2.4 3.8 1lI17/97 
159 40 159 16 1 Hall-2 D Window Casing Peeling Wood Beige 10_15:1: 0.68 POS 16.1:1: 3.0 16.1:1: 3.0 2.3 1lI17/97 
160 40 160 16 1 Hall-2 D Window Casing Peeling Wood Beige 10.58:1: 0.59 POS 12.9:1: 2.11 12.9:1: 2.8 10.0 1lI17/97 
161 40 161 16 1 Hall-2 D Windl~w Sash Peeling Wood Beige 0.41:1: 0.72 POS 3.0:l:0.!' 3.0:1: 0.9 5.2 1lI17/97 
162 40 162 I. 1 Hall-2 D Wind,~w Sasb Peeling Wood Beige 0.45:1: 0.82 POS 3.3:1:0J' 3.3:1:0.9 5.6 11/17/97 
163 40 163 I' I Hall-2 D Window Mullion Peeling Wood Bei,ge 10.31:1: 0.45 POS 3.2:1: 1.0 3.2:1: 1.0 7.5 11117/97 
164 40 164 I' 1 Hall-2 D Windl~w Mullion Peeling Wood Beige 0.09:1:0.27 POS 3.0:l:0.!' 3.0:1: 0.9 2.4 11117/97 
165 40 165 I. 1 Hall-2 D Wall Baseboard Peeling Wood Bei:ge 10_19:1:0.92 POS 12.5:1:2.!i 12.5:1:2.5 3.5 1I117/97 
166 40 166 I. 1 Hall-2 C Wall Baseboard Peeling Wood Beige 10.07:1:0.66 POS 15.0:1: 2.S 15.0:1: 2.5 2.1 11117/97 
167 40 167 15 I Hall-2 C Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.2 ± 0.6 00±01 10 11/17/97 
168 40 168 15 I Hall-2 C Floor Floor Intact Wood Vamish 10 OO± 0.10 NEG 01 ±0.6 O.O± 0.1 10 11117197 
169 40 169 15 I Hall-2 C Closl:t Door Intact Wood Beige 0.06 ± 0.25 NEG 01 ±0.6 0.1 ± 0.3 1.8 11117/97 
170 40 170 15 I Hall-2 0 Closl:t Door Intact Wood Beige 0.10 ± 0 45 NEG 0,0 ± 0.6 01 ± 0.5 3.4 11/17/97 
171 40 171 IS 1 Hall-2 0 Closl:t Casing Intact Wood Beige 1.65:1: 1.47 POS 8.6:1:2.11 8.6:1: 2.1 10.0 11117/97 
172 40 172 I, J Hall-2 0 CloSl:t Casing Intact Wood Beige 2.56:1: 3.54 POS 10.8:1: 2.4 10.8:1: 2.4 10.0 11/17/97 
173 40 173 I' 1 Hall-2 D Closd Jamb Intact Wood Beige 2.12:1: 1.91 POS 19.3 ± 3.11 19.3:1: 3.1 10.0 11117/97 
174 40 174 IS 1 Hall-2 D Closl:t Jamb Intact Wood Beige 3.01 :1:3.08 POS 17.6:1: 2.7 17.6:1: 2.7 10.0 11117/97 
175 40 175 I. 1 Hall-2 D Closd Baseboard Intact Wood Beige 0.42:1: 0.10 POS 9.2:1: 2.2 9.2:1:2.2 10.0 11/17/97 
176 40 176 I. 1 Hall-2 C Closl:t Baseboard Intact Wood Beige 10.03 :1:0.47 POS 7.6:1: 2.0 7.6:1:2.0 1.1 11117/97 
177 40 177 15 I Hall-2 C Closl:t Shelf Peeling Wood Beige o IH 0.31 NEG 02±06 0.1 ± 0.3 2.9 11117/97 
178 40 178 I' 1 Hall-2 A Closl:t Shelf Peeling Wood Beige 0.16:1: 0.14 POS 1.7 ± 0.4 1.7:1: 0.4 3.6 11117/97 
179 40 179 I' 1 Hall-2 A CloSI:t Shelf Peeling Wood Beige 00.17:1: 0.13 POS 1.6:1: 0.4 1.6:1: 0.4 3.9 11117/97 
180 40 180 II I Hall-2 A Closd Wall Peeling Wood Beige 0.07:1: 0.44 POS 6.6:1:U1 6.6:1: 1.8 1.5 11117/97 
181 40 181 I. I Hall-2 B Closd Wall Peeling Wood Beige 0.38:1: 0.61 POS 3.9:1: UI 3.9:1: 1.3 7.4 1II17/97 
182 40 182 I) I Hall-2 C Closl:t Electrical-Panel Intact Metal Grc:y 001 ± 016 NEG -0.1 ± 0 9 00±02 10 11/17/97 
183 40 183 I) I Hall-2 C Closl:1 Electrical-Panel Intact Metal Gn:y 0.01 ± 0.10 NEG -0 I ±O.II 0.0,,0.1 1.0 11/17/97 
184 40 184 II I Kitchen A Wall Wall Intact Wood Beige 00.02 :1:0.20 POS 8.5:1:2.11 8.5:1: 2.1 1.0 11117/97 
185 40 185 Ii I Kitcben 0 Wall Wall Intact Wood Beige 0.19:1: 0.48 POS 6.0:1:2.0 6.0:1: 2.0 6.4 11117/97 
186 40 186 IS 1 Kitcben A Door Casing Intact Wood Beige 0_23:1: 0.73 POS 6.5:1: 1.7 6.5:1: 1.7 5.2 11117/97 
187 40 187 tS 1 Kitchen A Door Casing Intact Wood Beige 10.33:1:0.40 POS 10.0:1:2.11 10.0:1: 2.1 10.0 11117/97 
188 40 188 IS I Kitchen A Door Jamb Intact Wood Beige 0.39:1: 0.92 POS 10.3:1: 2.;~ 10.3:1: 2.2 6.0 1II17/97 
189 40 189 IS 1 Kitcben A Door Jamb Intact Wood Beige 0.42:1: 1.14 POS 7.6±2.11 7.6:1: 2.1 5.3 11117197 
190 40 190 I) I Kitchen C Door Door Intact Wood Beige 0.17 ± 0.26 NEG 0.3 ± 0.4 0.2 ± 0.3 4.2 11117/97 
191 40 191 6 I Kitchen C Door Door Intact Wood Beige OI5±0.17 NEG 04 ± 0.4 02%02 3 I 11117/97 
192 40 192 IS I Kitchen C Door Casing Intact Wood Beige 0.04:1: 0.57 POS 8.2 ± VI 8.2:1: 2.4 1.4 11117/97 
193 40 193 IS 1 Kitchen C Door Casing Intact Wood Beige 0.08:1: 0.71 POS 9.7:1: 2.;~ 9.7: 2.2 2.2 IlIJ7/97 
194 40 194 I, 1 Kitcben C Door Jamb Intact Wood Beige 1.30 ± 1.16 POS 5.8:1:U' 5.8:1: 1.9 to.O 11117/97 
195 40 195 I, 1 Kitchen C Door Jamb Intact Wood Beige 10_29:1:0.80 POS 7.3:1:2.0 7.3 :1:2.0 5.4 1lI17/97 
196 40 196 ti 1 Kitchen C Windl~w Apron Intact Wood Beige 0.30:1: 0.97 POS 16.4:1: 2.7 16.4:1: 2.7 4.7 1lI17/97 
197 40 197 I. 1 Kitchen D Windl~w Apron Peeling Wood Beige 0.16: 0.70 POS 7.6 ± 2.2 7.6:1: 2.2 4.1 11117/97 
198 40 198 ti 1 Kitchen D Window Stool Peeling Wood Beige 0.25:1: 0.54 POS 8.9:1:2.2 8.9:1: 2.2 7.0 1lI17!97 
199 40 199 Ii I Kitchen C Window Stool Peeling Wood Beige 0.55 ± 1.60 POS 5.3±U' 5.3 ± 1.9 4.2 11117/97 
200 40 200 Ii 1 Kitchen C Window Casing Peeling Wood Beige 0.01:1: 0.10 POS 7.0± 2.0 7.0:1: 2.0 1.0 11117/97 
201 40 201 Ii 1 Kitchen D Window Casing Peeling Wood Beige 0.14 ± 0.69 POS 5.0:U 5.0:1: 1.3 3.4 11117/97 

793 
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202 40 202 6 1 Kitchen D Window Sash Peeling Wood Beige 0.16 ± 0.70 POS 6.6 ± 1.9 6.6± 1.9 3.9 11117/9'7 
203 40 203 6 1 Kitchen C Window Sash Peeling Wood Beige 0.59 ±0I.60 POS 11.6 ± 2.3 11.6 ± 2:.3 10.0 11117/9'7 
204 40 204 6 1 Kitchen C Window Mullion Peeling Wood Beige 0.40± 01.44 POS 12.4 ± 2.4 12.4± 2:.4 10.0 1111719"7 
205 40 205 6 1 Kitchen C Window Mullion Peeling Wood Beige 0.06± 01.37 POS 8.4±2.1 8.4 ± 2:.1 1.4 11117/97 
206 40 206 6 1 Kitchen C Wall Baseboard Peeling Wood Beige 0.41 ± 01.21 POS 2.3 ± 0.6 2.3± 01.6 2.7 11117/9'7 
207 40 207 6 1 Kitcben C Wall Baseboard Peeling Wood Beige 0.41 ± 01.66 POS 8.7 ± 2.2 8.7 ± 2:.2 7.8 11117197 
208 40 208 6 1 Kitchen C Radiator Housing Intact Wood Beige O.OI±O.IO NEG 0.1 ± 0.6 oo± 0.1 1.5 11117197 
209 40 209 6 I Kitchen C Radiator Housing Intact Wood Beige 0.00 ± 0.10 NEG ·0.3 ± 0.6 O.O± 0.1 1.0 11117197 
210 40 210 6 I Kitchen C Floor RadIator Intact Metal Beige 0.17 ± 0.29 NEG 0.1 ± 0.6 0.2±O.3 4.5 11117/97 
211 40 211 6 I Kitchen C Floor Radiator Intact Metal Beige 0.04 ± 0.10 NEG 0.8 ± 05 0.0 ± 0.1 1.3 11117197 
212 40 212 6 I Kitchen B Cabinet·Lwr Door·Out Intact Metal Beige 0.01 ± 0.22 NEG .0.3 ± 08 0.0 ± 0.2 1.0 11117197 

213 40 213 6 I Kitchen B Cabinet·Lwr Door·Out Intact Metal Beige 002 ± 0.20 NEG 0.0 ± 08 0.0 ± 0 2 1.2 1111719'7 
214 40 214 6 I Kitchen B Cabinet·Lwr Door·lns Intact Metal BeIge 011 ± 0 25 NEG .08 ± 0 9 01 ± 0 3 64 11/1119'7 
215 40 215 6 I Kitchen B Cabinet·Lwr Door-Ins Intact Metal Beige 0.01 ± 01.10 NEG 0.1 ±0.6 O.O±O 1 1.1 11117/97 

216 40 216 6 I Kitchen B Cabinet·Lwr Inside Intact Metal Beige 0.00 ± 010 NEG .0.4 ± 0.8 O.O±O.I 1.0 11117/9'7 

217 40 217 6 I Kitchen B Cabinet-Lwr Inside Intact Metal Beige OOO±O.IO NEG 0.0 ± 0.7 O.O±O 1 1.0 11117/97 

218 40 218 6 1 Kitchen B Cabinet-Lwr Shelf Intact Metal Beige 0.01 ± 0.21 NEG .0.1 ± 0.8 O.O± 0 2 15 11117/97 

219 40 219 6 I Kitchen B Cabinet-Lwr Shelf Intact Metal Beige 0.01 ± 010 NEG .0.5 ± 0.8 0.0 ± 01 1.0 11117/97 

220 40 220 6 I Kitchen B Sink·Lwr Sink·Lwr Intact Metal White 0.03 ± 0.19 NEG 0.3 ± 0.7 0.0 ± 0.2 1.5 11117/97 

221 40 221 6 I Kitchen B Sink-Lwr Sink-Lwr Intact Metal White 0.07 ± 0.26 NEG O.O± 0.9 0.1 ± 0.3 2.1 11/17/97 

222 40 222 6 I Kitchen B Cabinet-Upr Door-Out Intact Wood Beige 0.22 ± 0.42 NEG .0.1 ± 0.4 0.2 ± 0.4 5.5 11117/97 
223 40 223 6 I Kitchen B Cabinet-Upr Door-Out Intact Wood Beige 0.30 ± 0.52 NEG 0.3 ± 0 4 0.3 ± 01 5 6.4 11117/97 

224 40 224 6 I Kitchen B Cabinet-Upr Door·Ins Intact Wood Beige 0.24± 0.22 NEG 0.6 ± 0.4 02 ± 0.2 3.5 11117/97 
225 40 225 6 I Kitchen B Cabinet-Upr Door·Ins Intact Wood Beige 0.09 ± 0.15 NEG 0.1 ±0.6 0.1 ±0I2 1.6 11117/97 
226 40 226 6 I Kitchen B Cabinet.Upr Inside Intact Wood Beige 006±0.14 NEG 0.0 ± 0.7 0.1 ± 0.1 12 11/17/97 

227 40 227 6 I Kitchen B Cabinet-Upr Inside Intact Wood Beige 028 ± 0.21 NEG 0.4 ± 0 4 03±02 32 11117/97 

228 40 228 6 I Kitchen B Cabinet-Upr Shelf Intact Wood BeIge 011 ± 0.10 NEG 02±05 01 ±o I 10 11117/97 

229 40 229 6 I Kitchen B Cabinet-Upr Shelf Intact Wood BeIge 005 ± 0.10 NEG 0.3 ± 06 0.1 ± 0 I 1.0 11117/97 

230 40 230 6 I Kitchen A Wall-Upr Shelf Intact Wood Beige 007±O.24 NEG 0.5 ± 0.4 01 ± 0.2 30 11117197 
231 40 231 6 I Kitchen A Wall·Upr Shelf Intact Wood Beige 008 ± 0.29 NEG 0\±04 01±03 3.2 11117/97 

232 40 232 6 I Kitchen B Wall-Upr Shelf Intact Wood Beige o IO±044 NEG 0.3 ± 0.7 0.1 ± 0.4 3.9 11/17/9'1 

233 40 233 6 I Kitchen B Wall·Upr Shelf Intact Wood Beige 0.11 ± 0.30 NEG 00 ± 0.5 01 ± 0.3 3.2 11117/97 

234 40 234 6 I Calibrate-I Calibrate Calibrate 098±0.12 NEG 0.5 ± 0.4 1.0± 0 I 10 11117/97 

235 40 235 6 I Calibrate-2 Calibrate Calibrate 1.01 ± 0.22 POS 0.6 ± 0.5 1.0± 0.2 2.1 11/17/97 

236 40 236 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0 0 0.0 11117/97 

237 40 237 6 I Calibrate-I Calibrate Calibrate 0.99 ± 0.13 NEG 0.5 ± 04 10 ± 01.1 1.0 11118/97 
238 40 238 6 1 Calibrate-2 Calibrate Calibrate 1.05 ± 0.23 POS 0.7±0.4 1.1 ±O.2 2.3 11/18/97 

239 40 239 6 1 Porch·l A Porch Columns Intact Wood White 1.32 ± 1.87 POS 11.0 ± 2.5 11.0:2.5 8.0 11/18/9'7 

240 40 240 6 1 Porch-l B Porch Columns Intact Wood White 3.33 ± 2.77 POS 8.0:2.1 8.0: 2.1 10.0 IlII8/9'7 

241 40 241 6 1 Porch-I B Porcb Lattice Intact Wood White 0.02±0.50 POS 4.8± 1.6 4.8± 1.6 1.0 11/18/9"7 

242 40 242 6 I Porch-I C Porch Lattice Intact Wood White 0.0l±O.14 POS 3.8:1: 1.1 3.8: 1.1 1.0 11/18/97 

243 40 243 6 I Porch· I 0 Wall Wall Intact Concrete White 0,01 ± 0.10 NEG ·0.1 ± 0.9 0.0 ± 0.1 1.0 11IIS/97 

244 40 244 6 I Porch-I D Wall Wall Intact Concrete White 2.35: 1.76 POS 3.2 ± 1.1 3.2:1: 1.1 7.6 1lI18/9'7 

245 40 245 6 1 Porch-. D Wall Wall Intact Concrete White 2.07: 1.48 POS 3.4± 1.0 3.4 ± 1.0 6.8 11/18/9"7 

246 40 246 6 I Porch·l D Window Apron Intact Wood Green 4.12 ± 1.98 POS 19.3 ± 3.1 19.3 ± 3.1 6.0 11/18/97 

247 40 247 6 1 Porch·l D Window Apron Intact Wood Green 3.83 ± 2.27 POS 21.0± 3.2 21.0± 3.2 6.5 11/18/97 

248 40 248 6 1 Porch-l 0 Window Stool Intact Wood Green »5.0± 1.00 POS 21.0± 3.3 21.0± 3.3 10.0 11/18/9'7 

249 40 249 6 1 Porch-I 0 Window Stool Intact Wood Green 3.92 ± 2.17 POS 15.7 ± 3.0 15.7 ± 3.0 10.0 11/18/9'7 

250 40 250 6 I Porch-I D Window Casing Intact Wood Green »5.0± 1.00 POS 21.9 ± 3.1 21.9 ± 3.1 8.5 11118/97 

251 40 251 6 1 Porch-I 0 Window Casing Intact Wood Green »S.O± 1.00 POS 11.6 ± 2.7 11.6± 2.7 10.0 111l8/97 

252 40 252 6 1 Porch-I D Window Sash-Ext Intact Wood Green »5.0± 1.00 pas 18.0:3.0 IS.O± 3.0 10.0 11118/97 

253 40 253 6 I Porch-I D Window Sash-Ext Intact Wood Green »5.0± 1.00 POS 20.2 :2.9 20.2 ± 2.9 9.3 1lI18/97 

254 40 254 6 1 Porch-I D Window Trough Intact Wood Green 4.21 ± 1.89 POS 24.8±3.5 24.8 ± 3.5 10.0 11118197 

255 40 255 6 1 Porch-l 0 Window Trough Intact Wood Green »5.0 ± 1.00 POS 28.2 ± 3.5 28.2 ± 3.5 10.0 1lf18/97 

256 40 256 6 I Porch-. D Winduw Mullion Intact Wood Green 3.71:1: 2.39 POS 14.3:1: 2.7 14.3:1: 2.7 10.0 11/18/97 

257 40 257 6 J Porch-I 0 Window Mullion Intact Wood Green 4.05± 2.05 POS 16.6 ± 2.7 16.6 ± 2.7 9.7 11/18197 

258 40 258 6 I Porch-! D Ooor Ooor Intact Wood White 3.65± 2.45 POS 5.7 ±2.0 5.7±2.0 10.0 11118/97 

259 40 259 6 1 Porch-! D Door Door Intact Wood White 2.48 ± 3.61 pas 3.6 ± 1.0 3.6± 1.0 9.5 11118/97 

260 40 260 6 1 Porcb-I D Ooor Casing Intact Wood White 2.62 ± 3.48 POS 6.1 ± 2.0 6.1 ± 2.0 10.0 11118197 

261 40 261 6 1 Porcb-I 0 Door Casing Intact Wood Wbite 2.56 ± 3.54 POS 22.8 ± 3.3 22.8 ± 3.3 9.3 11/18/97 

262 40 262 6 1 Porch-l 0 Door Jamb Intact Wood White 3.77 ± 2.32 POS 20.8 ±3.0 20.8±3.0 5.9 1lf18/97 

263 40 263 6 I Po rcb-l 0 Door Jamb Intact Wood White 2.05 ± 4.04 POS 20.8±3.0 20.8±3.0 6.4 11118/97 

264 40 264 6 I Porcb-I A Screen-door Screen-Door Intact Wood Green »5.0:1: 1.00 POS 5.1:1: 1.9 5.1 ± 1.9 5.9 11118/9~7 

265 40 265 6 I Porch-I A Screen-door ScreeD·Door Intact Wood Green 2.49 ± 1.00 POS 6.1: 1.5 6.1 ± 1.5 1.5 11118/9"7 

~66 40 266 6 1 Porcb-I A Door Casing Intact Wood White »5.0 ± 1.00 POS 8.5: 2.1 8.5± 2.1 10.0 11118/97 

~67 40 267 6 1 Porch-l A Door Casing Intact Wood White 3.35± 2.74 POS 10.9:1: 2.3 10.9 ± 2.3 7.7 11/18/9~7 

168 40 268 6 I Porch-I A Door Jamb Intact Wood White o ~~ + n '11< l\.lC~ 

!69 40 269 1 Porch-l A 
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270 40 270 6 1 Porch-l A Door Jamb Intact Wood White 3.76 ± 2.34 POS 11.7±2:.1 11.7±2.1 8.9 11118/97 
271 40 271 6 I Porcb-I D Window-Upr Stool Intact Wood White 2.39 ± 1.45 POS 3.7±0.9 3.7 ± 0.9 5.8 11118/97 
272 40 272 6 1 Porch-I D Window-Upr Stool Intact Wood White 3.34 ± 2.76 POS 6.2 ± 2:.0 6.2 ± 2.0 10.0 11118/97 
273 40 273 6 I Porcb-I D Window-Upr Casin!: Intact Wood White 1.83 ± 1.65 POS 6.0± 1.8 6.0 ± 1.8 10.0 11118/97 
274 40 274 6 1 Porch-I D Window-Upr Casinl: Intact Wood White 2.32 ± 2.13 POS 5.6± 1.7 5.6 ± 1.7 10.0 11118/97 
275 40 275 6 1 Porch-I D Window-Upr Sash-EJ't Intact Wood White 1.93 ± 2.02 POS 21.9 ± 3:.0 21.9 ± 3.0 9.4 11118/97 
276 40 276 6 I Porcb-I D Window-Upr Sash-EJ't Intact Wood White 2.25 ±3.84 POS 18.8± 31.0 18.8 ± 3.0 5.0 11118/97 
277 40 277 6 1 Porch-l D Window-Upr Mullion Intact Wood White 2.17 ± 3.93 POS 19.6 ± 2:.8 19.6 ± 2.8 5.2 11118/97 
278 40 278 6 I Porcb-l D Window-Upr Mulliolm Intact Wood White 3.15 ± 2.95 POS 22.1 ± 31.2 22.1 ± 3.2 5.0 ttl18/97 
279 40 279 6 I Porch-I D Wall Uaseboard Intact Wood White 1.92 ± 4.18 POS 11.8 ± 2:.3 11.8 ± 2.3 6.3 ttl18f97 
280 40 280 6 I Porch-l D Wall Uaseboard Intact Wood White 2.42 ± 3.68 POS 10.7 ± 2:.1 10.7 ± 2.1 S.2 11118/97 
281 40 281 6 I Porcb-I D Elec-Conduit Electrical~:::ond Intact Metal White 0.14±0.10 POS 1.7 ± 0.4 1.7 ± 0.4 3.0 11118/97 
282 40 282 6 I Porch-I 0 Elec-Conduit E1e:ctrical-Cond Intact Metal White 021±0,21 NEG 0.8± 0,6 0,2 ± 0.2 4 I 11118/97 
283 40 283 6 I Porcb-I D Elec-Conduit Electrical-Cond Inlact Metal While 2.79 ± 3.31 POS 5.6 ± 1.3 5.6 ± 1.3 8.6 11118/97 
284 40 284 6 1 Porch-2 C Porch Columns Intact Wood White »5.0 ± 1.00 POS 8.7 ± 2:.1 8.7 ± 2.1 6.7 11118/97 
285 40 285 6 I Porch-2 C Porch Columns Intact Wood White 4.31 ± 1.78 POS 6.5 ± 2:.1 6.5 ± 2.1 8.1 11118/97 
286 40 286 6 1 Porcb-2 C Porch Columns Intact Wood Grey 3.17 ± 2.93 POS 5.1 ± 1.8 5.1 ± 1.8 3.9 11118/97 
287 40 287 6 1 Porcb-2 C Porch Columns Intact Wood Grey 4.09 ± 2.01 POS 6.6± 1.9 6.6 ± 1.9 4.6 11118/97 
288 40 288 6 1 Porch-2 A Wall Wall Intact Concrete White 2.45 ± 1.25 POS 2.5 ± 0.9 2.5± 1.3 5.0 11118/97 
289 40 289 6 1 Porcb-2 A Wall Wall Intact Concrete White 1.90± 0.87 POS 3.6 ± 1.0 3.6 ± 1.0 4.0 11118/97 
290 40 290 6 1 Porch-2 B Wall-Lwr 'Wall-Lwr Intact Wood Grey 3.97 ± 2.13 POS 4.9± 1.3 4.9 ± 1.3 3.7 11118/97 
291 40 291 6 1 Porch-2 B Wall-Lwr Wall-Lwr Intact Wood Grey 3.62 ± 2.48 POS 3.6 ± 1.0 3.6 ± 1.0 4.0 11118/97 
292 40 292 6 1 Porcb-2 D Wall-Upr 'Wall-Ullr Intact Wood White »5.0± 1.00 POS 9.6± 2:.3 9.6±2.3 8.2 11118/97 
293 40 293 6 1 Porcb-2 D Wall-Upr 'Wall-U,lr Intact Wood White 4.36 ± 1.73 POS 10.7 ± 2:.4 10.7 ± 2.4 6.2 11118/97 
294 40 294 6 1 Porch-2 C Porch-Upr Trim-UI~r Intact Wood White 3.23 ± 2.87 POS 9.9 ± 2:.1 9.9 ± 2.1 5.8 11118/97 
295 40 295 6 1 Porcb-2 C Porcb-Upr Trim-UI~r Intact Wood Wbite 2.34 ± 3.76 POS 6.7± 2:.2 6.7 ± 2.2 7.5 1lI18/97 
296 40 296 6 1 Porcb-2 C Porch Lattic,~ Intact Wood White 0.09± 0.50 POS 2.7 ± 0.7 2.7±0.7 2.8 1lI18/97 
297 40 297 6 1 Porch-2 C Porch Lattic,~ Intact Wood White 0.06 ± 0.16 POS 1.2 ± 0.3 1.2 ± 0.3 2.9 11118/97 
298 40 298 6 1 Porch-2 C Porch Latticl~ Peeling Wood Grey 3.84 ± 2.26 POS 3.7 ± 1.0 3.7 ± 1.0 2.8 11118/97 
299 40 299 6 1 Porcb-2 C Porch Latticl~ Peeling Wood Grey »5.0± 1.00 POS 6.5± 1.9 6.5 ± 1.9 5.1 11118/97 
300 40 300 6 1 Porch-2 A Window Apron Peeling Wood Green »5.0± 1.00 POS 22.5± 3 •. 2 22.5 ±3.2 2.8 1lI18/97 
301 40 301 6 1 Porch-2 A Window Apron Peeling Wood Green 3.76 ± 2.34 POS 20.0±3:.0 20.0±3.0 2.5 11118/97 
302 40 302 6 1 Porch-2 A Window Stool Peeling Wood Green »5.0± 1.00 POS 31.4 ± 3:.7 31.4 ±3.7 8.6 11118/97 
303 40 303 6 1 Porcb-2 A Window Stool Peeling Wood Green »5.0± 1.00 POS 29.8± 3 •. 5 29.8 ± 3.5 7.8 11118/97 
304 40 304 6 1 Porch-2 A Window Casin!: Peeling Wood Green »5.0± 1.00 POS 30.8 ± 3:.7 30.8 ± 3.7 5.3 11118/97 
305 40 305 6 1 Porch-2 A Window Casin!: Peeling Wood Green »5.0± 1.00 POS 30.1 ± 3 •. 5 30.1 ± 3.5 7.2 11/18/97 
306 40 306 6 1 Porch-2 A Window Sash-EJ't Peeling Wood Green 4.33 ± 1.77 POS 24.0± 3:.3 24.0±3.3 3.2 11118/97 
307 40 307 6 1 Porch-2 A Window Sash-EJ[t Peeling Wood Green »5.0± 1.00 POS 20.7± 3 •. 0 20.7 ± 3.0 6.1 1lI18/97 
308 40 308 6 1 Porcb-2 A Window Trough Peeling Wood Green »5.0 ± 1.00 POS 35.9± 3:.9 35.9 ±3.9 6.4 11118/97 
309 40 309 6 1 Porcb-2 A Window Trough Peeling Wood Green »5.0± 1.00 POS 33.4± 41.0 33.4 ± 4.0 6.5 11118/97 
310 40 310 6 1 Porch-2 A Window MulliOiI Peeling Wood Green »5.0± 1.00 POS 28.9± 3:.5 28.9 ± 3.5 8.4 11118/97 
311 40 311 6 1 Porch-2 A Window Mullioll Peeling Wood Green »5.0± 1.00 POS 20.8± 3:.0 20.8±3.0 6.3 11118/97 
312 40 312 6 1 Porch-2 A Door Door Peeling Wood White 2.73 ± 3.37 POS 8.2 ± 2:.2 8.2 ± 2.2 6.0 11118/97 
313 40 313 6 1 Porch-2 A Door Door Peeling Wood White »5.0± 1.00 POS 9.5 ± 2:.3 9.5±2.3 6.2 11118/97 
314 40 314 6 1 Porcb-2 A Door Casin!: Peeling Wood White »5.0 ± 1.00 POS 12.7 ± 2:.7 12.7±2.7 8.0 1lI18/97 
315 40 315 6 1 Porch-2 A Door Casing; Peeling Wood White 0.11 ± 0.38 NEG -0.1 ± 0.7 01 ± 0.4 2.4 1II18/97 
316 40 316 6 1 Porch-2 A Door Casinl: Peeling Wood White »5.0± 1.00 POS 19.9% 31.0 19.9 %3.0 9.5 11118/97 
317 40 317 6 1 Porcb-2 A Door Jamb Peeling Wood White 3.06 ±3.03 POS 9.0± 2:.1 9.0 ± 2.1 5.4 11118/97 
318 40 318 6 1 Porcb-2 A Door Jamb Peeling Wood White 3.44 ± 2.66 POS 8.0± 2:.3 8.0±2.3 4.2 11118/97 
319 40 319 6 1 Porch-2 A Elec-Conduit E1e:ctrical-Cond Intact Metal White 0.01 ± 0.10 NEG -0.4 ± 1.0 0.0 ± 0 I 1.0 11118/97 
320 40 320 6 I Porch-2 A Elec-Conduit Ele:ctrical-Cond Intact Metal White 0.19±0,10 NEG -0.2 ± 1.0 -0.2 ± 1.0 10.0 11118/97 
321 40 321 6 I Porch-2 A Vent-duct Vent-Duct Peeling Metal Grey 0.04 ± 010 NEG -0.2 ± 0 8 OO±O.I II 11/18/97 
322 40 322 6 I Porch-2 A Vent-duct Vent-Duct Peeling Metal Grey 0.02 ± 0.10 NEG -0.3 ± 0.9 O.O±O I 1.0 1II18/97 
323 40 323 6 I Porch-2 A Porch Floor Peeling Wood Grey 0.29 ± 017 NEG 0.1 ± 04 0.3 ± 0.2 2.6 11118/97 
324 40 324 6 1 Porch-2 A Porch Floor Peeling Wood Grey 0.56 ± 0,21 NEG 1.0± 04 0.6 ± 0.2 2.8 11118/97 
325 40 325 6 2 Room-I A Wall Wall Intact Wood Beige 0.34% 0.41 POS 5.9 ± 2:.0 5.9 ± 2.0 10.0 11I18f97 
326 40 326 6 2 Room-l D Wall Wall Intact Wood Beige 0.34± 0.10 POS 8.8± 2 .. 2 8.8±2.2 10.0 1lI18/97 
327 40 327 6 2 Room-I D Window Apron Peeling Wood Beige 0.10± 0.55 POS 3.5±0.9 3.5 ±0.9 3.2 11/18/97 
328 40 328 6 2 Room-I A Window Apron Peeling Wood Beige 0.14 ± 0.59 POS 4.8 ± 1.2 4.8 ± 1.2 3.0 11118/97 
329 40 329 6 2 Room-l A Window Stool Peeling Wood Beige 1.92 ± 1.72 POS 9.4 ± 2.1 9.4±2.1 10.0 11118/97 
330 40 330 6 2 Room-l A Window Stool Peeling Wood Beige 0.93 ± 1.67 POS 4.5± 1.3 4.5 % 1.3 6.7 11118/97 
331 40 331 6 2 Room-l A Window Casin!: Intact Wood Beige 0.34 ± 0.60 POS 4.8 ± 1.3 4.8 ± 1.3 6.9 11118/97 
332 40 332 6 2 Room-l A Window Casin!: Intact Wood Beige 0.07± 0.36 POS 4.2 ± 1.1 4.2 ± 1.1 2.4 11118/97 
333 40 333 6 2 Room-l D Window Sash Intact Wood Beige 0.20 ± 0.79 POS 8.3 ± 2.0 8.3 ± 2.0 4.3 11118/97 
334 40 334 6 2 Room-l D Window Sash Intact Wood Beige 1.05 ± 0.96 POS 4.9 ± 1.7 4.9 ± 1.7 10.0 11118/97 
335 40 335 6 2 Room-l 0 Window Mulliol~ Intact Wood Beige 0.1O±0.71 POS 6.0± 1.9 6.0± 1.9 2.1 11118/97 
336 40 336 6 2 Room-l D Window MuIliOi. Intact Wood Beige 0.59 ± 0.86 POS 10.1 ± 2.2 10.1 ± 2.2 8.0 11118/97 
337 40 337 6 2 Room· I B Door Door Intact Wood Beige 002 ± 0,10 NEG -02 ± 0: 7 00 ± 0.1 1.0 11118/97 

795 
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338 40 338 6 2 Room-I C Door Door Intact Wood Beige 0.04 ± 0.12 NEG 0.3 ± 004 00 ± 0.1 1.9 11/18/97 

339 40 339 6 2 Room-I C Door Casing Intact Wood Beige 0.21,1, 0.47 POS 2.8,1, 1.0 2.8,1, 1.0 5.9 11/18/97 

340 40 340 6 2 Room-I B Door Casing Intact Wood Beige 010>.043 NEG 02 ± 0.6 01 ± 004 29 11118/97 

341 40 341 6 2 Room-I B Door Casing Intact Wood Beige 0.31,1,0.10 POS 5.2,1, 1.7 5.2,1, 1.7 10.0 11/18/97 

342 40 342 6 2 Room-I B Door Jamb Intact Wood Beige 0.41,1, 0.45 POS 7.7,1, 2:.0 7.7,1, 2.0 10.0 11/18/97 

343 40 343 6 2 Room-I B Door Jamb Intact Wood Beige 0.63,1,0.63 POS 6.7,1, 2:.0 6.7:1: 2.0 10.0 11118/97 

344 40 344 6 2 Room-I B Wall Baseboard Intact Wood Beige 0.07,1,0.33 POS 8.5,1, 2:.2 8.5,1, 2.2 1.3 11118/97 

345 40 345 6 2 Room-I B Wall Baseboard Intact Wood Beige 0.61*0.10 POS 9.4 ,I, 2:.2 9.4,1,2.2 10.0 1lI18/97 

346 40 346 6 2 Room· I 0 Elec-conduit Ele<;trical-Cond Intact Metal Beige 0.11 ± 0.14 NEG 0.2 ± 0 7 O. I ± 0.1 1.9 11118/91 

347 40 347 6 2 Room-I A Elec-conduit Electrical-Cond Intact Metal Beige 0.13±0.17 NEG 01 ±0.9 0.1 ±0.2 19 11/18/91 
348 40 348 6 2 Room-I 0 Floor Radiator Intact Metal Beige 016±0.21 NEG 0.7 ± 0.5 02±02 4.0 11/18/97 
349 40 349 6 2 Room-I 0 Floor Radiator Intact Melal Beige 008 ± 016 NEG 0.5 ± (I 5 0.1 ± 02 3.1 11/18/97 

350 40 350 6 2 Room-I 0 Radiator HOUSing Peeling Wood Beige 001 ±0.20 NEG 0.1 ± (I 5 00 ± 0.2 1.5 11/18/91 

351 40 351 6 2 Room-I 0 Radiator Housing Peeling Wood Beige 0.03 ± 0.30 NEG -0.4 ± (I 7 0.0 ± 0.3 2.3 11118/97 

352 40 352 6 2 Room-I 0 Wall Beam Intact Wood Beige 0.12 ,I, 0.57 POS 4.9,1, 1.2 4.9,1, 1.2 3.0 11118/97 

353 40 353 6 2 Room-I 0 Wall Beam Intact Wood Beige 0.28*0.76 POS 6.1,1, 2:.2 6.1,1, 2.2 5.5 11118/97 

354 40 354 6 2 Room-I 0 Window BOXing Intact Wood Beige 0.01 ± 0.10 NEG ·0.7 ± 0.6 00 ± 0.1 1.0 11118/97 

355 40 355 6 2 Room· I A Window Boxing Intact Wood Beige 0.02 ± 0.40 NEG ·0.6 ± 0.7 00 ± 0.4 t.I 11/18/97 

356 40 356 6 2 Room-I A Floor Floor Intact Wood Varnish O.OO± 0.10 NEG ·0.6 ± 0.7 OO± 0.1 1.0 11/18/97 

357 40 357 6 2 Room-I A Floor Floor Intact Wood Varnish 0.00 ± 0.\0 NEG .0.1 ± 0.6 O.O±O I 10 11/18197 

358 40 358 6 2 Room· I A Closet Door Intact Wood Beige 0.04 ± 0040 NEG _0.5:1: 0.7 00±04 2.0 11118/97 

359 40 359 6 2 Room-I A Closet Door Intact Wood Beige 0.05 ± 0.33 NEG 0.0 ± 0.5 0.1 ±0.3 2.1 11118/97 

360 40 360 6 2 Room-I A Closet Casing Intact Wood Beige 009 ± 0044 NEG -0.1±0.7 0.1 ±0.4 3.3 11/18/97 

361 40 361 6 2 Room-I A Closet Casing Intact Wood Beige 2.51,1, 3.59 POS 7.4,1, 2:.2 7.4,1, 2.2 10.0 11118197 
362 40 362 6 2 Room-I A Closet Casing Intact Wood Beige 2.66,1,3.44 POS 9.9,1, 2:.3 9.9,1, 2.3 10.0 11118/97 

363 40 363 6 2 Room-I A Closet Jamb Intact Wood Beige 4.06:1:2.04 POS 10.H: 2 .. 6 10.3:1: 2.6 4.2 11118197 

364 40 364 6 2 Room-I A Closet Jamb Intact Wood Beige 3.63,1, 2.47 POS 9.H,2.1 9.3,1, 2.1 4.1 11118/97 

365 40 365 6 2 Room-l C Closet Baseboard Intact Wood Beige 2.64,1,3.46 POS 14.9,1, 2.8 14.9,1, 2.8 10.0 11118/97 

366 40 366 6 2 Room-l C Closet Baseboard Intact Wood Beige 2.87:1: 3.23 POS 18.7,1, 2:.7 18.7,1,2.7 10.0 1If18/97 

367 40 367 6 2 Room-I B Closet Shelf Intact Wood Beige 002±01O NEG -05 ±0I.7 01 0 ± 0.1 1.0 11/18/97 

368 40 36& 6 2 Room-I B Closet Shelf Intact Wood Beige 000±010 NEG ·0.1 ±0.6 00 ± 0.1 1.0 1111 8/97 

369 40 369 6 2 Room-I C Closet Shelf Intact Wood Beige 001±0.22 NEG 03 ± 0.6 0.0 ± 0.2 10 11/18/97 

370 40 370 6 2 Room-I C Closet Shelf Intact Wood Beige OOO±O.IO NEG .0.3 ± 0.7 O.O± 0 I 10 \1/18/97 

371 40 371 6 2 Room-I C Closet Wall Intact Wood Beige 0.16 ± 0.27 NEG 0.5 ± 0.4 02 r 0.3 45 \1118/97 

372 40 372 6 2 Room-I 0 Closet Wall Intact Wood Beige 009±0.14 NEG 0.6 ± 0 4 0.1 ± 0.1 2.7 11/18/97 

373 40 373 6 2 Room-I B Closet Wall Intact Wood Beige 0.16 ± 0.28 NEG 0.3 ± CIA 0.2 ± 0 3 47 11/18/97 

374 40 374 6 2 Room-I A Closet Wall Intact Wood Beige 2.52,1, 3.58 POS 7.4,1, 2.0 7.4 ± 2.0 8.1 11118/97 

375 40 375 6 2 Room-I A Closet Wall Intact Wood Beige 3.36 ± 2.74 POS 10.4,1, 2:.2 10.4:1: 2.2 10.0 11118/97 

376 40 376 6 2 Room-2 A Wall Wall Intact Wood Beige 0.00:1: 0.10 POS 10.2 ± 2:.3 10.2,1, 2.3 1.0 11118/97 

377 40 377 6 2 Room-2 0 Wall Wall Intact Wood Beige 0.04,1,0.45 POS 5.8,1, 1.9 5_8,1, 1.9 1.3 11/18/97 

378 40 378 6 2 Room-2 A Window Apron Peeling Wood Beige 0.02 ± 0.11 NEG 0.8 ± 0.4 O.O± 0.1 1.4 11/18/97 

379 40 379 6 2 Room-2 A Window Apron Peeling Wood Beige O.IO±O.IO NEG 0.2±0.7 0.1 ± 0.1 65 11/18/97 

380 40 380 6 2 Room-2 A Window Stool Peeling Wood Beige 0.58,1, 0.95 POS 2.8,1,0.9 2.8±0.9 6.9 1If18/97 

381 40 381 6 2 Room-! B Window Stool Peeling Wood Beige 0.39 ± 0.64 POS 5.2,1, 1.9 5.2,1, 1.9 7.8 11118197 

382 40 3:82 6 2 Room-2 B Window Casing Peeling Wood Beige 0.12 ± 0.47 POS 3.3,1, 1.0 3.3:1: 1.0 3.9 11118/97 

383 40 383 6 2 Room-2 A Window Casing Peeling Wood Beige 0.07 ± 0.15 NEG 0.3 ± 0 4 0.1 ±0.2 2.7 \1/18/97 

384 40 384 6 2 Room-2 A Window Casing Peeling Wood Beige 0.55,1, 0.57 POS 7.8:1: 1.9 7.8,1, 1.9 10.0 11118/97 

385 40 3:85 6 2 Room-2 A Window Sasb Peeling Wood Beige 0.51,1, 0.64 POS 2.5,1, 0.7 2.5,1,0.7 6.8 11118/97 

386 40 3:86 6 2 Room-2 B Window Sasb Peeling Wood Beige 0.16 ± 0.85 POS 13.1 ± 2.5 13.1:1: 2.5 2.7 11118197 

387 40 387 6 2 Room-2 B Window Mullion Peeling Wood Beige 0.31 ± 0.62 POS 22.1 ,I, 3.0 22.1:1: 3.0 6,9 11118197 

388 40 3:88 6 2 Room-1 B Window Mullion Peeling Wood Beige 0.07,1, 0.48 POS 20.8,1,3.0 10.8,1,3.0 1.6 11118/97 

389 40 389 6 2 Room-1 C Wall Baseboard Intact Wood Beige 0.06± 0.36 POS 3.0,1, 1.0 3.0,1, 1.0 2.3 11118/97 

390 40 3'90 6 2 Room-2 C Wall Baseboard Intact Wood Beige 0.31,1, 1.06 POS 11.3,1, 2.4 11.3,1, 2.4 4.5 11/18/97 

391 40 3'91 6 1 Room-2 B Window-Upr Apron Intact Wood Beigc 0.41 ± 0.38 POS 4.3,1, 1.2 4.3,1, 1.2 10.0 11118/97 

392 40 3'91 6 2 Room-! B Window-Upr Apron Intact Wood Beige 0.58,1,0.60 POS 4.4,1, 1.5 4.4 ,I, 1.5 10.0 11118/97 

393 40 3'93 6 2 Room-! B Window-Upr Casing Intact Wood Beige 0.25,1,0.28 POS 4.3,1, 1.2 4.3:1: 1.2 10.0 11118/97 

394 40 394 6 2 Room·2 B Window·Upr Casing Intact Wood Beige 0.03 ± 0.38 NEG ·0.1 ± 0.6 0.0 ± 0.4 1.5 11118/97 

395 40 3'95 6 2 Room-2 B Window-Upr Casing Intact Wood Beige O.IS ,I, 0.94 POS 6.3,1, 1.8 6.3,1, 1.8 2.6 1If18/97 

396 40 3'96 6 2 Room-2 B Window-Upr Sash Intact Wood Beige 0.63±0.63 POS 6.3,1, 1.8 6.3:1: 1.8 10.0 11118/97 

397 40 397 6 2 Room-2 B Window-Upr Sash Intact Wood Beige 0.28,1, 0.89 POS 4.8 ± 1.6 4.8,1, 1.6 4.9 11118/97 

398 40 3'98 6 2 Room-2 B Window-Upr Mullion Intact Wood Beige 0.68,1, 1.00 POS 7.1,1, 1.8 7.1:1: 1.8 7.9 11118/97 

399 40 3'99 6 ! Room-! B Window-Upr Mullion Intact Wood Beige 0.49:1: 1.30 POS 5.3:1: 1.6 5.3 ± 1.6 4.1 11118/97 

400 40 400 6 2 Room-2 B Door Door Intact Wood Beige 003±010 NEG 01 ±0.7 OO± 0.1 10 11/18/97 

401 40 401 6 2 Room-2 B Door Door Intact Wood Beige 0.02 ± 0.10 NEG ·0.1 ±o 6 0.0 ± 0 I 1.0 11118/97 

402 40 402 6 2 Room-2 B Door Casing Intact Wood Beige 0.10 ± 0.40 POS 3.9 ± 1.2 3.9 ± 1.2 2.3 11/18/97 

403 40 403 6 2 Room-! B Door Casing Intact Wood Beige 0.03,1, 0.10 POS 2.1,1, 0.5 2.1:1: 0.5 1.4 11/18/97 

404 40 404 6 2 Room-2 B Door lamb Int~ct Wn."A c .. : ...... 1'\ ,,"lo , .... ~ ... 

405 40 405 
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No Site XLNo Insp Fir Room Side Sirc Feat Cnd Sub Clr PbL(mg/cm') RES Pbl( Combined DI Date Note 
406 40 406 6 2 Room-2 C Door Door Intact Wood Beige 0.10 ± 0 37 NEG -0.3 ± 0.5 0.1 ± 0.4 33 11118/97 
407 40 407 6 2 Room-2 C Door Door Intact Wood Beige 009 ± 0.39 NEG 0.0 ± 0 6 01 ± 0.4 2.9 11/1 8/97 
408 40 408 6 2 Room-2 D Door Casinl: Intact Wood Beige 0.09 ± 0.10 POS 1.7 ± 0.4 1.7±0.4 2.5 11118197 
409 40 409 6 2 Room-2 0 Door Casing Intact Wood Beige 0.07 ± 0.11 NEG 0.8 ± 0 5 0.1 ± 0.1 2.1 11118/97 
410 40 410 6 2 Room-2 0 Door Casing Intact Wood Beige 0.07±0.10 NEG 08±05 0.1 ±o I 18 1lI18/97 
411 40 411 6 2 Room-2 D Door Jamb Intact Wood Beige 0.86 ± 0.81 POS 11.6 ± :~.5 11.6 ± 2.5 10.0 1lI18197 
412 40 412 6 2 Room-2 D Door Jamb Intact Wood Beige 0.07 ±0.60 POS 7.7±U 7.7 ± 2.2 2.4 1lI18197 
413 40 413 6 2 Room-2 A Closet Door Intact Wood Beige 0.03 ± 0.35 NEG 01±07 0.0 ± 0.4 1.8 11118197 
414 40 414 6 2 Room-2 A Closet Door Intact Wood Beige 0.D3 ± 0.24 NEG 0.1 ± 0.4 0.0 ± 0 2 2.0 11/18/97 
415 40 415 6 2 Room-2 A Closet Casing Intact Wood Beige 0.09 ± 0.18 NEG 1.0 ± 0.5 0.1 ± 0.2 28 11/18/97 
416 40 416 6 2 Room-2 A Closet Casinl: Intact Wood Beige 0.57 ±0.47 POS 3.4±]1.0 3.4 ± 1.0 10.0 1lI18197 
417 40 417 6 2 Room-2 A Closet Casinl: Intact Wood Beige 1.14:1: 1.00 POS 4.0:1:]1.0 4.0:1: 1.0 9.4 1lI18197 
418 40 418 6 2 Room-2 A Closet Jamb Intact Wood Beige 0.07 ± 0.34 NEG -0.1 ±0.7 0.1 ± 0.3 3.9 11118/97 
419 40 419 6 2 Room-2 A Closet Jamb Intact Wood BeIge 0.05 ± 021 NEG 0.2 ± 0.6 0.1 ±0.2 1.9 11118/97 
420 40 420 6 2 Room-2 C Closet 18aseboard Intact Wood Beige 1.53 ± 2.25 POS 10.8 ± :~.5 10.8 ± 2.5 7.9 1lI18197 
421 40 421 6 2 Room-2 C Closet 18aseboard Intact Wood Beige 2.98:1: 3.11 POS 15.4:1: :!.7 15.4 ± 2.7 10.0 11118197 
422 40 422 6 2 Room-2 C Closet Shelf Intact Wood Beige 0.32 ± 0.46 NEG 0.5 ± 0.4 0.3 ± 0.5 6.1 11/18/97 
423 40 423 6 2 Room-2 C Closet Shelf Intact Wood Beige 013 ± 0.36 NEG 02±OS 0.1 ±04 38 11118/97 
424 40 424 6 2 Room-2 0 Closet Shelf Intact Wood Beige O.OO±OIO NEG -0.2 ± 0.6 O.O±O.I 1.0 1lI18/97 
425 40 425 6 2 Room-2 0 Closet Shelf Intact Wood Beige o 15±0.30 NEG -04 ± 0 5 02±03 3.1 11118/97 
426 40 426 6 2 Room-2 D Closet Wall Intact Wood Beige 0.77 ± 0.73 POS 10.5±:U 10.5 ± 2.3 10.0 1lI18197 
427 40 427 6 2 Room-2 D Closet Wall Intact Wood Beige 0.26 ± 1.18 POS 10.9±:U 10.9 ± 2.1 3.6 11118/97 
428 40 428 6 2 Room-2 B Closet Wall Intact Wood Beige 0.95 ± 0.88 POS 8.2±:!.3 8.2 ± 2.3 10.0 11118197 
429 40 429 6 2 Room-2 C Closet Wall Intact Wood Beige 0.26 ± 0.33 NEG 0.4 ± 0.4 0.3 ± 0.3 5.6 11/18/97 
430 40 430 6 2 Room-2 C Closet Wall Intact Wood Beige 1.64 ± 1.46 POS 5.9:1:U 5.9±2.2 10.0 1lI18197 
431 40 431 6 2 Room-2 C Floor Floor Intact Wood Varnish O.OO± 0.10 NEG 0.3 ± 0.7 O.O±O.I 1.0 11118/97 
432 40 432 6 2 Room-2 C Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 02±O7 0.0 ±O.I 1.0 11/18/97 
433 40 433 6 2 Room-2 B Elec-conduit EI~:ctncal-Cond Intact Metal Beige 007± 0.13 NEG -0.5 ± 0 9 0.1 ± 0.1 1.5 11118/97 
434 40 434 6 2 Room-2 A Elec-conduit EI~:ctrical-Cond Intact Metal Beige 0.09 ± 0.20 NEG 0.1 ± 0.8 0.1 ±0.2 2.1 11118/97 
435 40 435 6 2 Room-2 A Floor Radiator Intact Metal Beige 007±034 NEG -0.1 ± 1.0 01±03 2.5 11118/97 
436 40 436 6 2 Room-2 B Floor Radiator Intact Metal Beige 0.15±0.20 NEG 1.0 ± 0.5 0.2 ± 0.2 40 11118/97 
437 40 437 6 2 Room-2 B Radiator Housing Peeling Wood Beige 0.05 ± 0.23 NEG -0.2 ± 0.6 0.1 ± 0.2 1.8 11118/97 
438 40 438 6 2 Room-2 A Radiator Housing Peeling Wood Beige 0.00±0.15 NEG 0.2 ± 0.5 00±02 10 11/18/97 
439 40 439 6 2 Cellar-2 B Wall Beam Intact Wood Beige 0.58±0.77 POS 6.0:1: 11.4 6.0 ± 1.4 8.0 1lI18197 
440 40 440 6 2 Cellar-2 B Wall Beam Intact Wood Beige 0.69 ± 0.68 POS 6.3 ± 11.9 6.3 ± 1.9 10.0 1lI18197 
441 40 441 6 2 Calibrate-I Calibrate Calibrate 1.04 ± 0.14 POS 0.4:1:0.5 1.0 ± 0.1 1.1 1lI18197 
442 40 442 6 2 Calibrate-2 Calibrate Calibrate 1.20 ± 0.27 POS 0.8:1:0.5 1.2:1: 0.3 2.S 1lI18197 
443 40 443 6 2 Calibrate-3 Calibrate Calibrate 1.10 ± 0.24 POS 0.2:1:0.5 l.l ± 0.2 2.3 1lI18197 
444 40 444 6 2 Ball-3 A Wall Wall Intact Wood Beige 0.29± 1.00 POS 6.6±:!.2 6.6 ± 2.2 4.5 11/18197 
445 40 445 6 2 Ball-3 C Wall Wall Intact Wood Beige 0.82 ±0.77 POS 7.5:1:2.2 7.5:1:2.2 10.0 1lI18197 
446 40 446 6 2 Hall-3 A Door Door Intact Wood Beige 013 ± 0.29 NEG -0.1 ± 0.4 01±03 4.0 11/18/97 
447 40 447 6 2 Hall-3 A Door Door Intact Wood Beige 0.05 ± 0.42 NEG -0 I ±0.7 o I ± 0.4 2.2 11118/97 
448 40 448 6 2 Ball-3 A Door Casinl: Intact Wood Beige 0.33 ± 0.67 POS 2.7 ±0.9 2.7 ± 0.9 6.1 11118/97 
449 40 449 6 2 Ball-3 A Door Casinlt Intact Wood Beige 0.41 ± 0.58 POS 3.0±0.9 3.0 ± 0.9 7.6 11/18197 
450 40 450 6 2 Ball-3 A Door Jamb Intact Wood Beige 0.08:1:0.61 POS 8.0±:!.l 8.0 ± 2.1 2.6 1lI18197 
451 40 451 6 2 Ball-3 A Door Jamb Intact Wood Beige 0.06 ± 0.55 POS 6.3±:U 6.3 ± 2.1 1.5 1lI18197 
452 40 452 6 2 Ball-3 C Doorway Casinl: Intact Wood Beige 0.22:1: 1.04 POS 8.1:1::U 8.1 :1:2.3 3.5 11118197 
453 40 453 6 2 Hall-3 C Doorway Casinl: Intact Wood Beige O.IO± 0.84 POS 7.2 ± 11.9 7.2:1: 1.9 2.2 11118197 
454 40 454 6 2 Hall-3 C Door Jamb Intact Wood BeIge 010 ± 0.37 NEG 0.0 ± 0.6 0.1 ± 04 2.7 11/18/97 
455 40 455 6 2 Hall-3 C Door Jamb Intact Wood Beige 0.02 ± 0.10 NEG -0.3 ± 0.7 0.0 ± 0 I 1.0 \1118/97 
456 40 456 6 2 Hall-3 0 Window Apron Intact Wood Beige 0.07 ± 0.48 NEG O.O± 0.6 0.1 ± 0.5 2.4 11118/97 
457 40 457 6 2 Hall-3 0 Window Apron Intact Wood Beige 0.29 ± 0.23 NEG 0.9±O.3 0.3 ± 0 2 4.6 ))/18/97 
458 40 458 6 2 Ball-3 D Window Stool Peeling Wood Beige 1.43 ± 0.43 POS 2.1 ± 0.6 1.4 ± 0.4 3.5 11118197 
459 40 459 6 2 Ball-3 B Window Stool Peeling Wood Beige 0.10:1: 0.75 POS 17.5:1::!'9 17.5:1:2.9 2.1 11118197 
460 40 460 6 2 Ball-3 B Window Casinlt Intact Wood Beige 0.23 ± 0.76 POS 11.7:1::!.5 11.7 ± 2.5 4.8 11118197 
461 40 461 6 2 Bal/-3 B Window Casinlt Intact Wood Beige 0.36:1: 0.52 POS 9.7:1: :t.2 9.7±2.2 8.7 11118197 
462 40 462 6 2 Hall-3 B Window Sash Intact Wood Beige O.oz ± 0.10 POS 3.3:1: 11.0 3.3 ± 1.0 1.0 11/18197 
463 40 463 6 2 Ball-3 D Window Sash Intact Wood Beige 0.21:1: 0.71 POS 4.1:1: 1.1 4.1 ± 1.1 4.4 11118197 
464 40 464 6 2 Ball-3 D Window Mullion Intact Wood Beige 0.l2:1: 0.62 POS 11.4:1::!.2 1l.4 ± 2.2 2.2 11118197 
465 40 465 6 2 Ball-3 D Window Mullion Intact Wood Beige 0.19 ± 0.82 POS 13.2:1::!.3 13.2 ± 2.3 4.0 11118197 
466 40 466 6 2 Hall-3 0 Floor Radiator Intact Metal Beige 013 ± 0 25 NEG -0.1 ±08 0.1 ±03 2.9 11118/97 
467 40 467 6 2 Hall-3 B Floor Radiator Intact Metal Beige 0.13 ± 0.22 NEG 0.4 ± 0.8 0.1 ± 0.2 2.6 \1118/97 
468 40 468 6 2 Ball-3 C Wall :Basebond Intact Wood Beige 0.01 ± 0.32 POS 13.7:1: :!.5 13.7 ± 2.5 1.0 11118197 
469 40 469 6 2 Ball-3 C Wall :8aseboalrd Intact Wood Beige 0.05 ± 0.30 POS 3.4:1:0.9 3.4 ±0.9 3.4 IlI18197 
470 40 470 6 2 Hall-3 C Elec-condUlt EII~ctrical-Cond Intact Metal Beige 0.16±028 NEG -0.2 ±0.9 0.2 ± 0.3 28 11/18/97 
471 40 471 6 2 Hall-3 A Elec-conduit Ell:ctrical-Cond Intact Metal Beige 005 ± 010 NEG -0.1 ±O.9 0.1 ±O.I 10 11118/97 
472 40 472 6 2 Hall-3 B Window Boxing Intact Wood BeIge 054 ± 0.61 NEG 0.4 ± 0 4 0.5 ± 0 6 74 11118/97 
473 40 473 6 2 Hall-3 B Wmdow Boxing Intact Wood Beige 049 ± 0 50 NEG 0.7 ± 0 4 05±05 6.4 \1/18/97 

797 
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No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/em') RES PbK Combined 01 Dale Nole 

474 40 474 6 2 Hall-4 C Wall Wall Intact Wood Beige 0.20± 0.68 POS 9.3 ± 2.2 9.3 ± 2.2 4.8 11118/97 
475 40 475 6 2 lIall-4 C Wall Wall Intact Wood Beige 0.98 ± 0.90 POS \0.3 ± 2.1 \0.3 ± 2.\ 110.0 111\8/97 
476 40 476 6 2 Hall-4 B Door Door Inlacl Wood Beige 011 ± 0 36 NEG 0.3 ± 0.6 0.1 ± 0 4 31 11/18/97 

477 40 477 6 2 Hall-4 B Door Door Intact Wood Beige 0.01±021 NEG -07 ± 0 8 00±02 10 11118/97 

478 40 478 6 2 HallA B Door Casing Inlacl Wood Beige 004 ± 0 28 NEG ·0 I ± 0 8 00±03 17 11/18/97 

479 40 479 6 2 lIall-4 B Door Casing Intact Wood Beige 0.19 ± 0.61 POS 7.8 ± 2.1 7.8 ± 2.1 5.2 11118/97 
480 40 480 6 2 11811-4 B Door Casing Intact Wood Beige 0.03 ± 0.30 POS 4.7 ± 1.3 4.7 ± 1.3 1.3 1lI18/97 
481 40 481 6 2 H811-4 B Door Jamb Intact Wood Beige 0.15 ± 0.85 POS 6.0± 1.8 6.0 * 1.8 3.2 11118/97 
482 40 482 6 2 11811-4 B Door Jamb Intact Wood Beige 0.15 ± 0.46 POS 5.6 * 1.3 5.6* 1.3 2.8 11118197 

483 40 483 6 2 Hall-4 C Door Door Intact Wood Beige 002 ± 0.20 NEG 0.\ ±0.7 0.0 ± 0 2 1.0 111\8/97 

484 40 484 6 2 Hall·4 0 Door Door Intact Wood Beige 005 ± 015 NEG 0.3 ± 0.6 0.1 ± 0 2 1.3 11118/97 

485 40 485 6 2 Hall-4 D Door Casing Intact Wood Beige 0.15 * 0.15 POS 1.8*0.4 1.8 ± 0.4 3.5 11118/97 

486 40 486 6 2 lIall-4 D Door Casing Intact Wood Beige 0.39 * 0.10 POS 5.4 * 1.8 5.4 * 1.8 110.0 11118/97 

487 40 487 6 2 II a 11-4 C Door Jamb Intact Wood Beige 0.62 *0.67 POS 2.7 * 0.9 2.7 ± 0.9 4.1 11118/97 

488 40 488 6 2 lIall-4 C Door Jamb Intact Wood Beige 0.29 * 0.21 POS 1.4 * 0.3 1.4 * 0.3 5.3 11118/97 

489 40 489 6 2 Hall-3 C Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.2 ± 0.6 0.0 ± 0.1 1.0 1\118/97 

490 40 490 6 2 Hall-3 C Floor Floor Inlact Wood Varnish 0.00 ± 0.10 NEG -0.3 ± 0.7 O.O±O.I 1.0 111\8/97 

491 40 491 6 2 Hall·4 C Floor Floor Intact Wood Varnish OOO±O 13 NEG 01 ±0.7 O.O±O.I 1.0 11/18/97 

492 40 492 6 2 Hall-4 C Floor Floor Intacl Wood Varnish OOO±O 10 NEG 02 ± 0.6 O.O±O.I 1.0 11/18/97 

493 40 493 6 2 Hall-4 C Wall Baseboard Inlact Wood Beige 0.65*0.64 POS 19.7 * 3.3 19.7 ± 3.3 110.0 11118/97 

494 40 494 6 2 Hall-4 C Wall Baseboard Inlacl Wood Beige 0.09 * 0.79 POS 22.8*3.2 22.8 * 3.2 2.0 11/18/97 

495 40 495 6 2 Hall-4 B Closet Door Intact Wood Beige 0.02 ± 0.10 NEG ·0.3 ± 0.7 O.O±O.I 1.0 11/18/97 

496 40 496 6 2 HallA B Closet Door Intact Wood Beige 0.05 ± 0.19 NEG 0.3 ± 0.6 01 ± 0.2 1.4 11/18/97 

497 40 497 6 2 HallA B Closel Casing Intacl Wood Beige 0.13 ± 0.28 NEG 0.2 ± 06 0.1 ± 0.3 2.3 11/18/97 

498 40 498 6 2 Hall-4 B Closel Casing Intact Wood Beige 0.10 ± 0.20 NEG 00 ± 0.7 01 ± 0.2 17 11/18/97 

499 40 499 6 2 HallA B Closet Jamb Intact Wood Beige 0.17±025 NEG O.H 04 02±03 4.0 III I 8/97 

500 40 500 6 2 Hall-4 B Closet Jamb Inlacl Wood Beige 017 ± 0 33 NEG 0.1 ± 04 02±03 6.1 1l/18/97 

501 40 501 6 2 11811-4 D Closet Baseboard Intaci Wood Beige 3.15 * 2.95 POS 14.3 ± 2.6 14.3 ± 2.6 9.3 11118/97 

502 40 502 6 2 lIall-4 D Closet Baseboard Intact Wood Beige 3.13 ± 2.96 POS 14.7±2.7 14.7 ± 2.7 8.2 11118/97 

503 40 503 6 2 lIall-4 D Closet Wall Intact Wood Beige 1.93 ± 1.73 POS 3.2 ±2.0 8.2±2.0 110.0 11118/97 

504 40 504 6 2 Hall·4 C Closet Wall Intacl Wood Beige 020 ± 0.22 NEG 00±0.4 0.2 ± 0.2 3.8 11/18/97 

50S 40 50S 6 2 lIall-4 C Closet Wall Inlact Wood Beige 2.37 ± 3.72 POS 7.2 ± 2.1 7.2± 2.1 9.8 11118/97 

S06 40 506 6 2 Bath-2 C Wall Wall Intact Wood Beige 0.48 ± 0.84 POS 5.7 ± 1.4 5.7 ± 1.4 4.6 11118/97 

507 40 507 6 2 Bath-2 B Wall Wall Intact Wood Beige 0.49 ± 0.38 NEG 0.4 ± 0.4 0.5 ± 0 4 5.7 llII8/97 

508 40 508 6 2 Bath-2 B Wall Wall Intact Wood Beige 0.38* 0.65 POS 3.9 * 1.3 3.9 * 1.3 3.8 11118/97 

509 40 509 6 2 Bath·2 0 Door Door Intact Wood Beige 0.28 ± 0.26 NEG 0.2 ± 0.4 0.3 ± 0.3 3.9 11118/97 

510 40 510 6 2 Bath·2 0 Door Door Intact Wood Beige 0.19±0 16 NEG 0.4 ± 0 4 0.2 ± 0.2 2.8 IlI18/97 

511 40 511 6 2 Bath-2 0 Door Casmg Intact Wood Beige 017 ± 0 23 NEG 0.5 ± 0 4 02±02 3.5 111l8/97 

512 40 512 6 2 Bath-2 0 Door Casing Intact Wood Beige 018 ± 0.22 NEG 0.0 ± 0 5 02±O2 2.5 11/18/97 

513 40 513 6 2 Bath-2 0 Door Jamb Intact Wood Beige 0.09 ± 011 NEG 00 ± 0.7 0.1 ±O.I 1.0 11/18/97 

514 40 514 6 2 Bath-2 0 Door Jamb Intact Wood Beige 0.12 ± 0.16 NEG ·0.3 ± 0.7 0.1 ±02 14 11/18/97 

515 40 515 6 2 Bath-2 A Door Door Inlact Wood Beige 031 ± 0.24 NEG 0.2 ± 0.4 0.3 ± 0 2 3.9 llII8/97 

516 40 516 6 2 Bath·2 A Door Door Intact Wood Beige 033±0 30 NEG -0.1 ± 0.4 0.3 ± 0.3 4.8 11/18/97 

517 40 517 6 2 Balh-2 A Door Casing Intact Wood Beige 0.62 *0.30 POS 3.3*0.9 3.3 *0.9 7.8 11118/97 

518 40 518 6 2 Bath-2 A Door Casing Intact Wood Beige 0.20:1:0.37 POS 3.8:1: 1.0 3.8 * 1.0 3.1 11118/97 

519 40 519 6 2 Bath-2 A Door Jamb Inlact Wood Beige 0.51 *0.92 POS 3.3 * 1.0 3.3* 1..0 6.5 11118/97 

520 40 520 6 2 Balh-2 A Door Jamb Intact Wood Beige 0.55 * 0.75 POS 2.9*0.9 2.9*0.9 7.7 1lf18/97 

521 40 521 6 2 Bath-2 B Window Apron Intact Wood Beige 0.15 * 0.42 POS 3.4 * 0.9 3.4 ± 0.9 3.2 11118/97 

522 40 522 6 2 Bath-2 B Window Apron Intacl Wood Beige 0.95*0.77 POS 3.5 * 1.1 3.5 * 1.1 10.0 11118/97 

523 40 523 6 2 Bath-2 C Window Stool Intact Wood Beige 0.04 ± 0.10 POS 1.9 * 0.5 1.9 * 0.5 1.4 11118/97 

524 40 524 6 2 Balh·2 C Window Stool Intact Wood Beige 005±022 NEG I I ± 0.5 0.1 ±0.2 27 11/18/97 

525 40 525 6 2 Bath-2 C Window Siool Intact Wood Beige 0.59*0.59 POS 7.4* 2.0 7.4*2.0 10.0 11118/97 

526 40 526 6 2 Bath-2 B Window Casing Inlacl Wood Beige 0.33 ± 0.67 POS 3.4 * 1.0 3.4 ± 1.0 4.8 11/18/97 

527 40 527 6 2 Bath-2 C Window CaslOg Inlact Wood Beige 0231. 0 26 NEG ·0.2 ± 0.4 0.2 ± 0 3 3.9 11/18/97 

528 40 528 6 2 Batlt-2 C Window Casing Intacl Wood Beige 0.55 ± 0.89 POS 5.1 * 1.8 5.1 * 1.8 7.6 11118/97 

529 40 529 6 2 Bath-2 C Window Sash Intact Wood Beige 0.26 ±0.64 POS 10.1 ± 2.5 10.1 ± 2.5 6.2 11118/97 

530 40 530 6 2 Bath-2 B Window Sash Intact Wood Beige 0.30 ± 0.81 POS 10.3 * 2.2 10.3 ± 2.2 2.9 1lf18/97 

531 40 531 6 2 Bath-2 B Window Mullion Intact Wood Beige 0.03±0.43 POS 17.6 * 2.7 17.6 ± 2.7 1.1 1lf18/97 

532 40 532 6 2 Batb-2 B Window Mullion Intact Wood Beige 0.27 ±0.40 POS 14.4* 2.5 14.4 * 2.5 9.0 1lf18/97 

533 40 533 6 2 Bath-2 B Radiator Housing Intact Wood Beige 008 ± 0.10 NEG ·0.7 ± 0.7 01 ± 0 I 7.3 11/18/97 

534 40 534 6 2 Bath·2 C Radiator Housing Intact Wood Beige 0.18±029 NEG O.H 04 02 ± 0.3 36 I lII8/97 

535 40 535 6 2 Bath·2 C Floor Radialor Intact Melal Beige 0.23 ± 0.10 NEG 1.2 ± 0 5 02±01 2.3 11/18/97 

i36 40 536 6 2 Bath·2 B Floor Radiator Intact Metal Beige 0.48 ± 0 23 NEG 0.7 ± 0.6 0.5 ± 0.2 38 llII8/97 

;37 40 537 6 2 Bath-2 B Closet Door Intact Wood Beige 028 ± 015 NEG 0.3 ± 0.4 03±02 23 11118/97 

'38 40 538 6 2 Bath-2 B Closet Door Intacl Wood Beige 033±0 15 NEG 0.2 ± 0.4 03±02 23 11118/97 

39 40 539 6 2 Bath·2 B Closet Casing Intact Wood Beige 0.46 ± 0.16 NEG 0.1 ±04 05±02 22 11/18/97 

40 40 540 6 2 Bath·2 B Closel Casin2 (ntart Wonrl Q"" ..... ~ """'" • n ._ 

41 40 541 ? J:) ....... .., 
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No Site XLNo In!p Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES Pbl( Combined DI Date Note 
542 40 542 6 2 Bath-2 B Closet Jamb Intact Wood Beige 021±015 NEG -0.2 ± 0.5 0.2 ± 0.2 1.9 11118/97 
543 40 543 6 2 Bath-2 D Closet Baseboard Intact Wood Beige 057 ± 0 23 NEG 0.5 ± 0.4 0.6 ± 0.2 30 11118/97 
544 40 544 6 2 Bath-2 C Closet Ibseboard Intact Wood Beige 0.97 ±2.06 POS 6.1 ± 1.9 6.1 ± 1.9 6.3 11118/97 
545 40 545 6 2 Bath-2 C Closet I~a!eboard Intact Wood Beige 1.04 ± 1.14 POS 4.1 ± 1.2 4.1 ± 1.2 5.4 11118/97 
546 40 546 6 2 Bath-2 C Closet Wall Intact Wood Beige 1.20 ± 0.95 POS 6.2 ± 1.6 6.2 ± 1.6 4.3 1tI18/97 
547 40 547 6 2 Bath-2 C Closet Wall Intact Wood Beige 0.67 ±0.94 POS 6.4± 2:.0 6.4±2.0 3.1 11118/97 
548 40 548 6 2 Bath-2 A Closet Wall Intact Wood Beige 045±0 IS NEG 0.6 ± 04 0.5 ± 0.2 23 1lI18/97 
549 40 549 6 2 Bath-2 D Closet Wall Intact Wood BeIge 048 ± 018 NEG 06 ± 0.4 0.5 ± 0.2 2.8 11/18/97 
550 40 550 6 2 Bath-2 C Closet Shelf Intact Wood Beige 0.19±022 NEG 0.1 ± 0.7 0.2 ± 0.2 2.0 11118/97 
551 40 551 6 2 Bath-2 A Closet Shelf Intact Wood BeIge 0.01 ± 0.10 NEG -0.6 ± 0 6 00 ±O.I 10 11/18/97 
552 40 552 6 2 Bath-2 D Closet Shelf Intact Wood Beige o 16±0 13 NEG -0.3 ± 0.7 0.2± 0.1 1.2 11/18/97 
553 40 553 6 2 Bath-2 D Closet Shelf Intact Wood Beige 0.17±0.IO NEG 0.4 ± 0.4 0.2±0.1 1.5 11118/97 
554 40 554 6 2 Bath-2 0 Door Ovrhd-Door Intact Wood Beige 1.88 ± 4.22 POS 5.1 ± 1.9 5.1 ± 1.9 5.9 11118/97 
555 40 555 6 2 Bath-2 D Door Ovrhd-Door Intact Wood Beige 0.72±0.86 POS 3.0 ± 1.0 3.0± 1.0 8.2 11118/97 
556 40 556 6 2 Calihrate-l Calibrate Calibrate 1.05 ± 0.13 POS 0.8 ± 0.4 1.1 ± 0.1 1.0 11118/97 
557 40 557 6 2 Calibrate-2 Calibrate Calibrate 1.08 ± 0.24 POS 0.6 ± 0.5 1.1 ± 0.2 2.3 11118/97 
558 40 558 6 2 Shutter Cal-1 Calibrate Calibralle 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 11/18/97 
559 40 559 6 2 Calibrate-I Calibrate Calibrate 1.06 ± 0.14 POS 0.3 ± 0.5 1.1 ± 0.1 1.1 11119/97 
560 40 560 6 2 Calibrate-2 Calibrate Calibrate 1.21 ± 0.27 POS 0.8 ± 0.5 1.2±0.3 2.5 1t119/97 
561 40 561 6 2 Calibrate-3 Calibrate Calibrate 1.23 ± 0.27 POS 0.5±0.4 1.2 ± 0.3 2.5 11119/97 
562 40 562 6 2 Calibrate-4 Calibrate Calibrate I.ll ± 0.25 POS 0.9 ± 0.4 1.1 ± 0.3 2.4 11119/97 
563 40 563 6 2 Calibrate-5 Calibrate Calibrate 1.08 ± 0.24 POS 0.6 ± 0.4 1.1 ± 0.2 2.3 11119/97 
564 40 564 6 2 Room-3 A Wall Wall Intact Wood Beige 0.66 ± 1.66 POS 6.4 ± 2:.1 6.4 ± 2.1 5.6 11/19/97 
565 40 565 6 2 Room-3 D Wall Wall Intact Wood Beige 0.97 ± 1.14 POS 6.2 ± 2:.0 6.2± 2.0 8.8 11119/97 
566 40 566 6 2 Room-3 A Door Door Intact Wood Beige 0.41 ± 0.32 NEG 0.4 ± 0.4 0.4 ± 0.3 5.1 11119/97 
567 40 567 6 2 Room-3 A Door Door Intact Wood Beige 0.15±0.17 NEG 02 ± 0.4 0.2 ± 0.2 2.6 11119/97 
568 40 568 6 2 Room-3 A Door Casinl: Intact Wood Beige 0.15 ± 0.50 POS 4.7 ± 1.7 4.7 ± 1.7 1.9 11119/97 
569 40 569 6 2 Room-3 A Door Casinl: Intact Wood Beige 0.29 ± 0.52 POS 3.2 ± 1.0 3.2 ± 1.0 4.0 11119/97 
570 40 570 6 2 Room-3 A Door Jamb Intact Wood Beige 0.20 ± 0.24 NEG -0.3 ± 0.5 0.2 ± 0.2 3.3 11119/97 
571 40 571 6 2 Room-3 A Door Jamb Intact Wood Beige 0.32 ± 1.33 POS 5.7 ± 1.9 5.7 ± 1.9 3.8 11119/97 
572 40 572 6 2 Room-3 A Door Jamb Intact Wood Beige 0.61 ±0.61 POS 6.4 ± 1.7 6.4 ± 1.7 10.0 11119197 
573 40 573 6 2 Room-l C Window Apro~1 Intact Wood Beige 0.05 ± 0.68 POS 4.6 ± 1.6 4.6 ± 1.6 1.6 11119/97 
574 40 574 6 2 Room-3 C Window Apron Intact Wood Beige 0.30±0.56 POS 3.3 ±O.9 3.3 ± 0.9 6.4 11119/97 
575 40 575 6 2 Room-l C Window Stool Intact Wood Beige 0.27 ±0.55 POS 2.6 ± 0.8 2.6 ± 0.8 4.7 1lI19/97 
576 40 576 6 2 Room-3 D Window Stool Intact Wood Beige 0.29 ± 0.23 POS 1.6 ± 0.4 1.6±0.4 5.5 11119/97 
577 40 577 6 2 Room-3 D Window Casing Intact Wood Beige 002 ± 0.28 NEG -0.4 ± 0.7 0.0 ± 0.3 2.0 11119/97 
578 40 578 6 2 Room-l C Window Casinl: Intact Wood Beige 0.63 ±0.62 POS 8.8 ± 2:.4 8.8 ± 2.4 10.0 11/19/97 
579 40 579 6 2 Room-3 C Window Casinl: Intact Wood Beige 0.74 ± 0.71 POS n.7 ± 2:.3 11.7 ± 2.) 10.0 1lI19/97 
580 40 580 6 2 Room-) C Window Sash Intact Wood Beige 1.01 ± 1.34 POS 10.) ± 2:.4 10.l ± 2.4 8.3 11119/97 
581 40 581 6 2 Room-3 D Window Sash Intact Wood Beige 1.12 ± 1.02 POS 5.0± 1.8 5.0± 1.8 10.0 11119/97 
582 40 582 6 2 Room-3 0 Window Mullion Intact Wood Beige 0.54 ± 1.08 POS 5.1 ± 1.8 5.1 ± 1.8 3.7 1lI19/97 
583 40 583 6 2 Room-3 D Window Mullion Intact Wood Beige 0.17 ± 0.76 POS 6.9 ± 1.9 6.9 ± 1.9 3.8 11119/97 
584 40 584 6 2 Room-3 A Wall Baseboard Intact Wood Beige 0.20 ± 0.S7 POS 28.6 ± 31.5 28.6±3.5 2.2 1lI19197 
585 40 S8S 6 2 Room-l B Wall Ha!eboard Intact Wood Beige 0.71 ± 1.84 POS 28.4 ± 31.6 28.4±3.6 5.1 1lI19/97 
586 40 586 6 2 Room-3 D Radiator Housing Intact Wood Beige 001 ±O.IO NEG -0 I ±0.6 0.0±0.1 18 11119/97 
587 40 587 6 2 Room-3 C Radiator Housing Intact Wood Beige 000±017 NEG -0.3 ± 0.7 0.0 ± 0.2 10 11119/97 
588 40 588 6 2 Room-3 C Floor Radiator Intact Metal Beige 024 ± 0.19 NEG 05± 0.6 0.2 ± 0 2 37 11119/97 
589 40 589 6 2 Room-3 C Floor Radiator Intact Metal Beige 0.17±0.16 NEG 0.8 ± 0.5 0.2 ± 0.2 3.2 11119/97 
590 40 590 6 2 Room-3 B Elec-conduit Elc:ctrical-Cond Intact Metal Beige 0.17 ± 0.25 NEG 0.4 ± 0.8 0.2 ± 0.3 3.1 11/19/97 
591 40 591 6 2 Room-3 B Elec-conduit Elc:ctrical-Cond Intact Metal Beige 009±0.16 NEG -0.3 ± Cl8 0.1 ± 0 2 \.8 11/19/97 
592 40 592 6 2 Room-3 B Floor Floor Intact Wood Varnish 0.01±010 NEG 02 ± 0.4 0.0 ± 0.1 24 11/19/97 
593 40 593 6 2 Room-3 B Floor Floor Intact Wood Varnish O.OO±O 10 NEG 0.3 ± 0.7 00 ± 0.1 1.4 11119/97 
594 40 594 6 2 Room-3 B Door Ovrhd-Door Intact Wood Beige 0.05 ± 0.20 NEG 0.1 ± 0.5 01±02 2.0 11/19/97 
595 40 595 6 2 Room-3 B Door Ovrhd-Door Intact Wood Beige 0.27 ± 0 28 NEG 0.1 ± 03 0.1 ± 0.3 84 11/19/97 
596 40 596 6 2 Room-3 C Closet Door Intact Wood Beige 0.18±0.19 NEG 0.0 ± 0.4 0.2 ± 0.2 2.8 11/19/97 
597 40 597 6 2 Room-3 C Closet Door Intact Wood Beige 0.26 ± 0.25 NEG -0.3 ± 0.4 0.3 ± 0 3 40 11/19197 
598 40 598 6 2 Room-3 C Closet Casin~t Intact Wood Beige 1.02 ± 0.93 POS 6.5 ± 1.7 6.5 ± 1.7 10.0 1lI19197 
599 40 599 6 2 Room-l C Closet Casin!: Intact Wood Beige 1.54 ± 1.37 POS 5.2 ± 1.8 5.2 ± 1.8 10.0 11119/97 
600 40 600 6 2 Room-3 C Closet Jamb Intact Wood Beige 024 ± 0.24 NEG -0 I ± 0.4 0.2 ± 02 3.7 11/19/97 
601 40 601 6 2 Room-3 C Closet Jamb Intact Wood Beige 0.09 ± 0.17 NEG 03 ± 0.6 01 ± 0.2 16 11119/97 
602 40 602 6 2 Room-3 A Closet Uaseboard Intact Wood Beige 0.68 ± 1.78 POS 25.6 ± 3i.4 2S.6±3.4 5.1 1lI19/97 
60) 40 603 6 2 Room-3 A Closet Uaseboard Intact Wood Beige 0.65 ± 1.58 POS 29.0 ± 3'.5 29.0± 3.5 4.6 1lI19/97 
604 40 604 6 2 Room-3 A Closet Wall Intact Wood Beige 2.48 ± 3.62 POS 5.6 ± 1.4 5.6 ± 1.4 8.7 11119/97 
605 40 60s 6 2 Room-3 A Closet Wall Intact Wood Beige l.69 ± 2.41 POS 5.1 ± 1.3 5.1 ± 1.3 10.0 11/19197 
606 40 606 6 2 Room-3 A Closet Shelf Intact Wood BeIge 002±031 NEG 0.3 ± 0.6 00 ± 0.3 1.2 11/19/97 
607 40 607 6 2 Room-3 A Closet Shelf Intact Wood Beige 0.17 ± 0.10 POS 1.4 ± 0.3 1.4 ± 0.3 2.0 1lI19/97 
608 40 608 6 2 Room-3 A Closet Shelf Intact Wood Beige 008 ± 0.36 INCOM 01±08 0.1 ± 04 \.6 11/19/97 
609 40 609 6 2 Room-3 A Closet Shelf Intact Wood Ueige 0.22 ± 0.26 POS 4.2 ± l.l 4.2 ± l.l 2.5 J1I19!97 
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610 40 610 6 2 Room-3 A Closet PIpeS Intact Metal Beige 018 ± 0.15 INCOM 0.7 ± 0.7 0.2 ± 0.2 24 11119/97 I 

611 40 611 6 2 Room-3 A Closet Pipes Int.act Metal Beige 0.11 ±O 17 NEG OO±IO 01 ± 0.2 19 11/19/97 
612 40 612 6 2 Room-3 A Closet Pipes Intact Metal Beige 026 ± 0 22 INCOM 05±07 03±02 36 11119/97 
613 40 613 6 2 Room-3 A Closet Pipes Int,act Metal Beige o 19±0 19 NEG 03 ± 0.9 02±02 23 11/19/97 
614 40 614 6 2 Room-3 D Wmdow Boxmg Int,act Wood Beige 0.10 ± 0.37 NEG -0.4 ± 0 6 0.1 ± 0.4 2.2 11/19/97 
615 40 615 6 2 Room-3 D Window Boxing Int,act Wood BeIge 0.13 ± 036 NEG -03 ± 0.6 01 ± 0.4 2.7 11/19/97 

616 40 616 6 2 Hall-5 A Wall Wall Intact Wood Beige 008 ± 0 24 NEG 0.0 ± 0.7 01 ± 0.2 24 11/\9197 
617 40 617 6 2 Hall-5 A Wall Wall Int,act Wood Beige 0.06 ± 0.10 NEG 0.7 ± 0 4 0.\ ± 0.1 1.9 11119/97 
618 40 618 6 2 Hall-5 C Wall Wall Intact Wood Beige 0.D3 ± 0.23 NEG 0.3 ± 0.7 0.0 ± 0.2 15 11119/97 
619 40 619 6 2 Oall-5 C Wall Wall InUct Wood Beige 0.50±0.10 POS 6.0:1:2.0 6.0:1:2.0 10.0 11I19/S17 
620 40 620 6 2 Oall-5 C Wall Wall JnUct Wood Beige 0.06:1:0.62 POS 6.6:1:2.0 6.6:1: 2.0 1.6 11/191'J17 

621 40 621 6 2 Hall-5 C Door Door Int,act Wood Beige 0.02 ± 0.22 NEG -0.4 ± 0.7 0.0 ± 0.2 1.0 11119/97 

622 40 622 6 2 Hall-5 C Door Door Int,act Wood Beige 009±0.15 NEG 0.1 :1:04 0.1 ±0.2 2.4 111\9/97 

623 40 623 6 2 Oall-5 C Ooor Casing In!:act Wood Beige 0.25:1: 0.69 POS 3.8 ± 1.0 3.8:1: 1.0 5.0 1111919'7 

624 40 624 6 2 Oall-5 A Ooolrway Casing Int,act Wood Beige 0.20:1: 0.91 POS 6.8:1: 1.8 6.8:1: 1.8 3.7 11I191'J'7 

625 40 625 6 2 Oall-5 A Doolrway Jamb Int.act Wood Beige 0.48:1:0.49 POS 5.H1.4 5.4:1: 1.4 9.3 1111919'7 

626 40 626 6 2 Oall-5 C Ooor Jamb Int:act Wood Beige 0.50:1: 0.52 POS 5.8:1: 2.0 5.8:1: 2.0 10.0 11I191'J7 

627 40 627 6 2 Oall-5 0 Window Apron Int,act Wood Beige 0.12:1: 0.45 POS 3.5:1: 0.9 3.5:1:0.9 4.2 11I191'l'7 

628 40 628 6 2 Hall-5 0 Window Apron Int,act Wood Beige 0.09:1: 0.51 POS 3.8,1, 1.2 3.8:1: 1.2 3.2 11I191'J'7 

629 40 629 6 2 Oall-5 0 Window Stool Int:act Wood Beige 0.82,1,0.93 POS 3.2,1,0.9 3.2:1:0.9 8.4 111191'J'7 

630 40 630 6 2 Hall-5 0 Window Stool Int:act Wood Beige 2.17,1, 1.99 POS 4.8,1, 1.7 4.8,1, 1.7 10.0 11/191'J'7 

631 40 631 6 2 Hall-5 0 Window Casing Int:act Wood Beige 0.49,1, 0.76 POS 5.3,1, 1.8 5.3,1, 1.8 7.9 11/191'J17 

632 40 632 6 2 Oall-5 0 Window Casing Int:lct Wood Beige 0.13:1: 0.45 POS 3.0,1, 1.0 3.0:1: 1.0 3.3 1lI191'J17 

633 40 633 6 2 Oall-5 0 Window Sash Peelling Wood B,eige 0.38,1,0.80 POS 9.0,1,2.2 9.0,1,2.2 6.5 1111919'7 

634 40 634 6 2 lIall-5 0 Window Sash Peelling Wood Beige 1.98 ±I.78 POS 11.8,1, 2.5 11.8:1: 2.5 10.0 11119/9>7 

635 40 635 6 2 Oall-5 0 Window Mullion Peelling Wood Beige 0.05 :1:0.65 POS 18.5:1:2.9 18.5:1: 2.9 1.7 11/191'l'7 

636 40 636 6 2 lIall-5 0 Window Mullion Peelling Wood B,eige 0.23:1: 0.44 POS 18.1,1, 2.9 18.1:1: 2.9 7.6 1111919'7 

637 40 637 6 2 Hall-S D Window Boxmg Intact Wood B,eige 0.13 ± 0 36 NEG -0.5 ± 0.5 01 ± 0.4 5.2 11119/97 

638 40 638 6 2 Hall-S D Window Boxing In~lct Wood B,eige 0.14 ± 0.36 NEG 02 ± 0.5 0.1 ± 0.4 35 11119/97 

639 40 639 6 2 Hall-5 D Floor Floor In~lct Wood VarnIsh o 12±O.lO NEG -05±0.7 -05 ± 0 7 10.0 11/19/97 

640 40 640 6 2 Hall-S D Floor Floor Intact Wood Varnish OOO±O.lO NEG -0.1 ±0.7 0.0 ± 0 I 1.0 111\9/97 

641 40 641 6 2 Porch-3 C POlrch Column:s Jntllct Wood White 3.03:1: 3.07 POS 9.3,1,2.3 9.3:1: 2.3 4.6 11I191'J'7 

642 40 642 6 2 Porch-3 B POlrch Column" Intllct Wood White 2.65,1,3.45 POS 7.) ,I, 2.1 7.3,1, 2.1 3.8 111191'J'7 

643 40 643 6 2 Porch-3 B POlrch Lattice Jnt'lct Wood White 0.41,1, 0.98 POS 6.7,1,1.9 6.7:1: 1.9 6.1 11I191'l'7 

644 40 644 6 2 Porch-3 A POlrch Lattice Jntllct Wood White 0.38:1: 1.17 POS 3.9,1, 1.2 3.9:1: 1.2 4.4 11I191'J'7 

645 40 645 6 2 Porch-3 B POJrch Trim-Upr Int.lct Wood White »5.0,1, 1.00 POS 19.6:1: 3.1 19.6,1, 3.1 7.4 1l/191'J'7 

646 40 646 6 2 Porch-3 B POlrch Trim-Upr Jntllct Wood White 2.79:1: 3.31 POS 16.7,1, ).0 16.7,1, 3.0 4.) 11/19197 

647 40 647 6 2 Porch-3 0 Wall Trim Int.lct Concrete White 4.42,1, 1.68 POS 6.3,1,2.0 4.4:1: 1.7 6.0 1111919>7 

648 40 648 6 2 Porch-) 0 Wall Trim Int'lct Concrete White 4.47:1: 1.63 POS 4.6,1, 1.3 4.5:1: 1.6 7.7 1l1191'J'7 

649 40 649 6 2 Porch-3 D Ooor Ooor Peeling Wood White ).15,1, 2.95 POS 7.1,1, 1.9 7.1:1: 1.9 3.8 11/191'J'7 

650 40 650 6 2 Porch-3 0 Ooor Ooor Peeling Wood White »5.0,1, 1.00 POS 8.2,1, 2.1 8.2:1: 2.1 7.1 1l/191'J'7 

651 40 651 6 2 Porch-3 0 Ooor Casing Peeling Wood White 4.26:1: 1.84 POS 29.1:1: 3.4 29.1:1: 3.4 7.0 1111919'7 

652 40 652 6 2 Porch-3 0 Door Casing Peeling Wood White 3.60:1: 2.50 POS 25.2:1:3.3 25.2:1: ).3 5.2 111l91'J'7 

653 40 653 6 2 Porch-3 0 Door Jamb Peeling Wood White 0.82:1: 0.32 POS 2.7,1, 0.9 2.7,1, 0.9 1.8 11I191'J'7 

654 40 654 6 2 Porch-) 0 Door Jamb Peeling Wood White »5.0:1: 1.00 POS 9.6,1,2.4 9.6:1: 2.4 4.3 llI191'J>7 

655 40 655 6 2 Porch-3 0 Window Apron Peeling Wood White 2.95:1:3.15 POS 24.1,1,3.5 24.1:1: 3.5 4.8 11I191'l'7 

656 40 656 6 2 Porch-3 D Window Apron Peeling Wood White »5.0,1, 1.00 POS 27.6:1:3.5 27.6,1, 3.5 7.3 111191'J7 

657 40 657 6 2 Porch-3 D Window Stool Peeling Wood White 3.42,1, 2.68 POS 25.8,1,3.6 25.8:1: 3.6 10.0 11I19/'l'7 

658 40 658 6 2 Porch-3 0 Window Stool Peeling Wood White 3.64:1: 2.46 POS 28.6,1,3.5 28.6:1: 3.5 10.0 1111919'7 

659 40 659 6 2 Porch-3 D Window Casing Int.lct Wood While 4.41,1, 1.69 POS 25.0,1, 3.3 25.0,1,3.3 10.0 11I191'l'7 

660 40 660 6 2 Porch-3 0 Window Casing Jnt.lct Wood White 3.48,1, 2.62 POS 24.2,1, 3.1 24.2:1: 3.1 6.6 11I191'l'7 

661 40 661 6 2 Porch-3 D Window Sash-Ext Int.lct Wood While »5.0,1, 1.00 POS 20.0,1,3.1 20.0:1: 3.1 6.6 11119/9'7 

662 40 662 6 2 Porch-3 0 Window Sash-Ext Int'lct Wood White »5.0:1: 1.00 POS 21.0:1: 3.2 21.0 ± 3.2 9.9 11119/9>7 

663 40 663 6 2 Porch-3 D Window Trough Intllct Wood White 2.23 II: 3.87 POS 23.7:1: 3.4 23.7:1: 3.4 7.6 1lI191'J>7 

664 40 664 6 2 Porch-3 0 Window Trough Intllct Wood White 2.84:1: 3.26 POS 24.1,1,3.5 24.1,1, 3.5 9.7 1lI1919'7 

665 40 665 6 2 Porch-3 0 Window MulJion Peeling Wood White 1.58:1: 2.74 POS 22.2,1,3.2 22.2,1, 3.2 6.2 1111919'7 

666 40 666 6 2 Porch-3 0 Window Mullion Peeling Wood While 2.51,1, 3.59 POS 15.7,1, 3.0 15.7,1, 3.0 6.1 11119/97 

667 40 667 6 2 Porch-3 0 Wall Baseboard Peeling Wood White »5.0:1: 1.00 POS 24.4 ,I, 3.2 24.4,1, .3.2 8.7 11119/97 

668 40 668 6 2 Porch-3 0 Wall Baseboard Peeling Wood White 2.88,1, 3.22 POS 23.6 :1:3.4 23.6:1: .3.4 5.3 11119/97 

669 40 669 6 2 Porch-3 D Porch Floor Peeling Wood Grey 0.43 ± 0.17 NEG 0.6± 0.4 0.4 ± 0.2 2.4 11/19/97 

670 40 670 6 2 Porch-3 D Porch Floor Peeling Wood Grey o 19±0.15 NEG -03±0.7 0.2 ± 0 2 12 11119/97 

671 40 671 6 2 Porch-3 D Elec-Conduit Electncal-Cond Intact Metal White 009±0.18 NEG 0.8± 0.6 01 ± 0.2 6.4 11119/97 

672 40 672 6 2 Porch-3 D Elec-Conduit Electrical-Cond Intact Meul White 002 ± 0 \0 NEG -03:1: 1 0 00±01 10 11/19/97 

673 40 673 6 2 Porch-3 0 Window-Upr Stool Intllct Wood White 2.63 ± 3.47 POS 14.3±2.7 14.3:1: 2.7 5.9 11/19/97 

674 40 674 6 2 Porch-3 0 Window-llpr Stool Intllct Wood White 2.02 ± 1.96 POS 10.6,1, 2.5 10.6:1: 2.5 4.1 11/19/97 

675 40 675 6 2 Porch-3 0 Window-llpr Casing Intllct Wood White »5.0 ± 1.00 POS 21.9,1, 3.2 21.9:1: 3.2 7.4 \1/tQ/Q7 

676 40 676 6 2 Porch-3 0 Window-llor ("QlIlinn 

"7"7 All 
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678 40 678 6 2 Porch-3 J) Window-Upl' Sasb-Ext Intact Wood White 3.54 ± 2.56 POS 24.6 ± :1.2 24.6± 3.2 5.9 11119/97 
679 40 679 6 2 Porch-3 J) Window-Upr Mullion Intact Wood Wbite 2.21 ± 1.88 POS 19.1 ± :2.9 19.1 ± 2.9 1.8 11119/97 
680 40 680 6 2 Porch-3 D Window-Uplr Mullion Intact Wood White 2.59 ± 3.51 POS 15.8 ± :2.9 15.8 ± 2.9 4.4 11119/97 
681 40 681 6 2 Porch-3 n Porch Ceiling Intact Wood White 2.08 ± 1.87 POS 18.7 ± :2.9 18.7 ± 2.9 3.9 11119/97 
682 40 682 6 2 Porch-3 J) Porcb Ceiling Intact Wood White »5.0± 1.00 POS 17.5 ±:!.9 17.5 ± 2.9 6.7 11119197 
683 40 683 6 2 Room-l n Oeiling Ceiling Intact Wood lIeige 0.47 ± 0.10 POS 6.8 ± 1.9 6.8 ± 1.9 10.0 11119197 
684 40 684 6 2 Room-l n Oeiling Ceiling Iniact Wood lIeige 0.97 ± 0.89 POS 8.7 ± 1.3 8.7 ± 2.3 10.0 11119/97 
685 40 685 6 2 Room-l n Closet Ceiling Intact Wood lIeige 2.56 ± 3.54 POS 8.2 ±:u 8.2 ± 2.2 10.0 11/19197 
686 40 686 6 2 Room-I II Closet Ceiling Intact Wood lIeige 3.12± 2.98 POS 6.7:1: :U 6.7:1: 2.1 10.0 11119197 
687 40 687 6 2 Room-2 [I Closet Ceiling Intact Wood lIeige 3.46 ± 2.64 POS 10.8±:U 10.8 ± 2.1 10.0 11119/97 
688 40 688 6 2 Room-2 n Closet Ceiling Intact Wood lIeige 3.35 ± 2.75 POS 9.6±2.2 9.6±2.2 10.0 11119/97 
689 40 689 6 2 Room-2 D O:lling Ceiling Intact Wood Beige 0.01 ± 0.10 NEG -0.2 ± 0.7 0.0 ± 0.1 1.0 11/19/97 
690 40 690 6 2 Room-2 n Oeiling Ceiling Intact Wood lIeige 0.27 ± 0.89 POS 5.3 ± 1.9 5.3 ± 1.9 4.7 11119/97 
691 40 691 6 2 Room-2 n Oeiling Ceiling Intact Wood lIeige 0.47 ± 0.59 POS 6.8±:2.1 6.8 ± 2.1 9.1 11119/97 
692 40 692 6 2 Hall-3 II Oeiling Ceiling Intact Wood I1eige 0.33 ± 0.57 POS 6.1 ± 1.4 6.1 ± 1.4 7.1 11119/97 
693 40 693 6 2 Hall-3 n Oeiling Ceiling Intact Wood lIeige 0.5UO.I0 POS 5.6 % :2.1 5.6 % 2.1 10.0 11119/97 
694 40 694 6 2 H811-4 [I O~iling Ceiling Intact Wood lIeige 0.05% 0.63 POS 7.7 ± :2.4 7.7 % 2.4 1.5 11119/97 
695 40 695 6 2 Hall-4 [I Oeiling Ceiling Intact Wood lIeige 0.18 ± 0.79 POS 8.1 %:2.2 8.1 % 2.2 3.8 1lI19/97 
696 40 696 6 2 Hall-4 D Closet Casing Intact Wood Beige 009±0.15 NEG -0.5 ± 0.8 0.1 ± 0.2 15 11119/97 
697 40 697 6 2 Hall-4 D Closet Casing Intact Wood Beige 0.22 ± 0.20 NEG -0.1 ± 0.5 02±02 3.2 11/19/97 
698 40 698 6 2 Batb-2 [I Oeiling Ceiling Intact Wood lIeige 1.29 % 1.16 POS 12.0%:2.6 12.0%2.6 10.0 11119/97 
699 40 699 6 2 Batb-2 n Oeiling Ceiling Intact Wood lIeige 0.93 % 1.44 POS 8.2 ± :2.1 8.2 % 2.1 7.6 11119/97 
700 40 700 6 2 Room-3 n Oeiling Ceiling Intact Wood lIeige 0.52 % 0.57 POS 4.2 % 1.1 4.2 % 1.1 8.6 11119/97 
701 40 701 6 2 Room-3 [JI Oeiling Ceiling Intact Wood lIeige 0.52 % 0.10 POS 6.0%:2.1 6.0%2.1 10.0 11119197 
702 40 702 6 2 Room-l [I Closet Ceiling Intact Wood lIeige 2.49%3.60 POS 8.1 %:2.2 8.1 % 2.2 8.9 11119/97 
703 40 703 6 2 Room-3 [I Closet Ceiling Intact Wood lIeige 2.25 ± 3.85 POS 7.5% :2.1 7.5% 2.1 7.4 11119/97 
704 40 704 6 2 Hall-5 1:1 Oeiling Ceiling Intact Wood lIeige 0.9UO.77 POS 5.3 % 1.3 5.3 % 1.3 9.8 11119/97 
70S 40 70S 6 2 Hall-5 n Oeiling Ceiling Intact Wood lIeige 0.75 % 0.62 POS 4.0% 1.2 4.0% 1.2 10.0 11119/97 
706 40 706 6 1 Room-l n Oeiling Ceiling Intact Drywall lIeige 0.03%0.15 POS 2.3 ± 0.7 2.3 ± 0.7 1.6 11119197 
707 40 707 6 I Room-I D O:i1ing Ceiling Intact Drywall Beige 0.02±0 10 NEG 1.2±05 OO±O.I 13 11119/97 
708 40 708 6 1 Room-l [JI Oeiling Ceiling Intact Drywall lIeige 0.08%0.38 POS 2.6%0.7 2.6%0.7 3.2 11119/97 
709 40 709 6 1 Room-2 [JI Oeiling Ceiling Intact Drywall lIeige 0.02 %0.12 POS 3.3%0.9 3.3% 0.9 1.0 11119/97 
710 40 710 6 I Room-2 [JI O:iling Ceiling Intact Drywall lIeige 0.04 ± 0.14 POS 1.9% 0.5 1.9 % 0.5 2.1 11119/97 
711 40 711 6 1 Hall-l [I Oeiling Ceiling Intact Wood lIeige 0.30±0.56 POS 2.7%0.9 2.7 % 0.9 6.5 11119/97 
712 40 712 6 1 Hall-l 1]1 Oeiling Ceiling Intact Wood lIeige 0.21 ± 0.30 POS 2.4%0.6 2.4%0.6 4.5 11119/97 
713 40 713 6 1 Batb-l n Oeiling Ceiling Intact Wood lIeige 0.46 ± 0.49 POS 8.3 % :2.3 8.3 %2.3 10.0 11119/97 
714 40 714 6 1 Bath-I IJI Oeiling Ceiling Intact Wood lIeige 0.26 ± 0.69 POS 7.4 ± :2.3 7.4 % 2.3 5.7 11119/97 
715 40 715 6 1 Kitchen n Oeiling Ceiling Intact Wood lIeige 0.02 ±0.47 POS 9.3 %:2.2 9.3 % 2.2 1.2 1lI19/97 
716 40 716 6 1 Kitcben [JI Oeiling Ceiling Intact Wood lIeige 0.24 % 0.80 POS 6.3 ± :2.2 6.3 ±2.2 4.8 11119/97 
717 40 717 6 1 Hall-2 n Oeiling Ceiling Intact Wood lIeige 0.17 ± 0.89 POS 12.5 % :2.4 12.5 % 2.4 3.3 11119/97 
718 40 718 6 I Hall-2 [JI Oeiling Ceiling Intact Wood Jleige 0.11 % 0.70 POS 15.3 % :2.6 15.3 ± 2.6 3.0 11119/97 
719 40 719 6 I Oall-2 []I Closet Ceiling Intact Wood Jleige 0.26 % 1.11 POS 11.7 % :l.4 11.7 % 2.4 3.8 11119/97 
720 40 720 6 I Hall-2 [JI Closet Ceiling Intact Wood lIeige 0.39 % 1.36 POS 11.9 % :2.4 11.9: 2.4 4.4 11119/97 
721 40 721 6 1 Porch-l [JI Porch Ceiling Intact Wood White 2.55%3.55 POS 14.3 % :to 14.3 % 3.0 5.2 11119/97 
722 40 722 6 1 Porch-l []I Porch Ceiling Intact Wood White 3.40 % 2.70 POS 27.3 %:U 27.3 % 3.2 7.1 11119/97 
723 40 723 6 I Porch-2 []I Porcb Ceiling Intact Wood White »5.0: 1.00 POS 4.8 % 1.8 4.8 % 1.8 7.3 11119/97 
724 40 724 6 I Porch-2 [JI Porch Ceiling Intact Wood White 2.19 % 3.91 POS 6.0% :2.0 6.0%2.0 5.8 11119/97 
725 40 725 6 1 Outside A. House Wall Intact Concrete White 001 ± 0.21 NEG 0.1 ± 0.8 0.0 ± 0 2 1.0 11/19/97 
726 40 726 6 1 Outside A. Ilouse Wall Intact Concrete White 018±01O NEG 0.1 ± 0 9 0.1 ± 0 9 10.0 11/19/97 
727 40 727 6 I Outside D House Wall Intact Concrete White 002 ± 0 20 NEG OJ ± 0.5 0.0 ± 0 2 1.7 11/19/97 
728 40 728 6 1 Outside D House Wall Intact Concrete White 001 ±O.IO NEG OJ ± 0.5 O.O± 0.1 1.0 11119197 
729 40 729 6 I Outside c: House Wall Intact Concrete White 0.01 ± 0.15 NEG 0.2 ± 0.8 0.0 ± 0.2 1.0 11/19/97 
730 40 730 6 I Outside c: House Wall Inltact Concrete White om ± 0.10 NEG 0.4 ± 0.8 0.0 ± 0.1 1.0 11119/97 
731 40 731 6 1 Outside B House Wall Intact Concrete White 001 ± 0.10 NEG 0.3 ± 0.9 O.O±O.I 10 11119/97 
732 40 732 6 I Outside B House Wall Intact Concrete White 0.Q3 ± 0 25 NEG 00 ± 0.8 0.0 ± 0.3 I.S 11119/97 
733 40 733 6 1 Outside A. Wiindow Apron Peeling Wood Green 3.42 % 2.68 POS 19.1 % :2.9 19.1 ± 2.9 7.5 11119/97 
734 40 734 6 1 Outside A Wiindow Apron Pe1eling Wood Green »5.0% 1.00 POS 24.3%J.3 24.3%3.3 10.0 11119/97 
735 40 735 6 1 Outside A Wiindow Stool Pe1eling Wood Green 1.35 % 0.23 POS 0.9%0.5 1.4 % 0.2 1.7 11119/97 
736 40 736 6 I Outside A Wiindow Stool Pe1eling Wood Green 4.07 ± 2.02 POS 3.6 %:t.l 4.1 % 2.0 5.1 1lI19/97 
737 40 737 6 I Outside A Wiindow Casing Pe1eling Wood C;reen »5.0% 1.00 POS 16.6 % :2.8 16.6 % 2.8 6.2 1lI19/97 
738 40 738 6 1 Oul!ide A Wiindow Casing Peeling Wood Green »5.0% 1.00 POS 14.2 ± :2.8 14.2 % 2.8 6.9 11119/97 
739 40 739 6 1 Outside A Wiindow Sasb-Ext Pe1eling Wood C;reen »5.0% 1.00 POS 13.6% :z.9 13.6% 2.9 4.3 11119/97 
740 40 740 6 1 Oul!ide A Wiindow Sasb-Ext Pe1eling Wood Green »5.0% 1.00 POS 21.2 %:to 21.2 % 3.0 5.2 11119/97 
741 40 741 6 1 Outside A Wiindow Trougb Peeling Wood Green »5.0% 1.00 POS 16.3 % :2.7 16.3 % 2.7 6.5 11119/97 
742 40 742 6 1 Outside A Wiindow Trough Pe1eling Wood Green »5.0:1: 1.00 POS 19.7 %:U 19.7%3.1 7.0 11119/97 
743 40 743 6 1 Outside A Wiindow Mullion Pe1eling Wood Green 3.03 ± 3.06 POS 15.0 % :2.8 15.0% 2.8 3.5 11119/97 
744 40 744 6 1 Outside A. Wiindow Mullion Pe1eling Wood Green 2.47 % 1.90 POS 15.5%:2.6 15.5 % 2.6 3.5 11119/97 
745 40 745 6 I Outside A. Door Door Pel:ling Wood Green 040 ± 0 46 NEG 05±03 04±05 79 11119/97 
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Site: 40 Date: 11/19/97 Pamt Page 12 
Ranges (NEG<INC<POS): Device PCS 

No Site XILNo Insp FIr Room Side Strc Feat Cnd Sub Ctr PbL(mg/cm' ) RES PbK Combined DI Date Note 

746 40 746 6 I Outside A Door Door Peeling Wood Green »5.0 ± 1.00 POS 6.5 ± 1.8 6.5 ± 1.8 8.5 11/19/97 
747 40 "47 6 I Outside A Door Door Peeling Wood Green »5.0± 1.00 POS 5.0 ± 1.7 5.0± 1.7 10.0 11/19/97 
748 40 748 6 I Outside A Door Casing Peeling Wood White 2.32 ± 3.78 POS 5.4 ± 1.8 5.4 ± 1.8 6.8 1lI19/97 
749 40 749 6 I Outside A Door Casing Peeling Wood White l.21 ± 2.89 POS 7.8 ± 2.3 7.8 ± 2.3 7.9 1lI19/97 
750 40 "50 6 I Outside A Door Jamb Peeling "'ood White 2.23 ± 3.87 POS 5.8 ± 1.8 5.8± 1.8 6.1 1lI19/97 
751 40 751 6 1 Outside A Door Jamb Peeling Wood White »5.0± 1.00 POS 7.3 ± 2.0 7.3 ± 2.0 9.6 11119/97 
752 40 752 6 I Outside A Porch-I Floor Peeling Wood Grey 0.01 ± 010 NEG -0.2 ± 0.7 0.0 ± 0.1 1.0 11119197 
753 40 753 6 I Outside A Porch· I Floor Peeling Wood Grey 000 ± 0.10 NEG 0.1 ± 0.7 O.O±O.I 10 11/19197 
754 40 1'54 6 I Outside A Stairs Rail-Cap Peeling Wood Grey 0.04 ± 0.\0 NEG -0.6 ± 0.7 O.O±O.I 1.0 11119/97 
755 40 755 6 I Outside A Stairs Rail-Cap Peeling Wood Grey 0.02±0 10 NEG 0.1 ± 0.5 O.O±O.I 1.0 11/19/97 
756 40 756 6 I Outside A Stairs Newal·Post Peeling Wood Grey 0.Q3 ± 0.10 NEG 01 ±0.5 OO±O.I 1.0 11119197 
757 40 757 6 I Outside A StairS Newal·Post Peeling Wood Grey 001±010 NEG -I I ± 0.8 00±01 1.0 111\9/97 
758 40 758 6 I Outside A Stairs Stringer Peeling Wood Grey 002 ± 010 NEG 0.2 ± 0 7 OO±O.I 10 111\9/97 

759 40 759 6 I Outside A Stairs Stringer Peelmg Wood Grey 001 ±o 10 NEG 02 ± 05 00±01 1.0 I 1119/97 

760 40 760 6 I Outside A Stairs Tread Peeling Wood Grey 0.02 ± 0.10 NEG 0.0 ± 0 6 O.O±O I 1.0 11/19197 

761 40 761 6 I Outside A Stairs Tread Peeling Wood Grey 0.01 ± 0.10 NEG 0.1 ± 0 6 O.O±O.I 1.0 11119/97 

762 40 762 6 I Outside A Stairs Riser Peeling Wood Grey 001±0.28 NEG 0.2 ± 0.6 00 ± 0.3 1.0 11119/97 

763 40 7'63 6 I Outside A Stairs Riser Peeling Wood Grey O.OH 0.10 NEG 0.1 ± 0.5 O.O± 0 I 1.0 1\119/97 
764 40 764 6 1 Outside A Porch-l Baluster Peeling Wood White 2.04± 1.84 POS 18.3 ± 2.9 18.3 ± 2.9 10.0 1lI19/97 
765 40 "65 6 1 Outside A Porcb-l Baluster Peeling Wood White 2.43 %3.67 POS 15.6% 2.7 15.6 % 1.7 10.0 11119/97 

766 40 '66 6 1 Outside A Porcb-I Trim-Lwr Peeling Wood Wbite 1.14 % 1.93 POS 16.7 ± 2.8 16.7%2.8 5.0 1lI19/97 
767 40 767 6 1 Outside A Porch-l Trim-Lwr Peeling Wood Wbite 1.71 % 2.14 POS 14.1 % 2.6 14.1 % 1.6 4.9 11/19/97 
768 40 768 6 1 Outside A House Awning Intact Metal White 0.40 % 0.16 POS t.l % 0.3 1.3 %0.3 4.0 11/19/97 
769 40 769 6 1 Outside A House Awning Intact Metal Wbite 0.83 %0.56 POS 1.9 % 0.5 1.9%0.5 10.0 1lI19197 

770 40 no 6 I Outside C Porch-I Tnm·Lwr Intact Wood White 001±0.1O NEG o 0 ~ 0.6 0.0 ± 0.1 1.0 11/19/97 

771 40 171 6 I Outside C Porch-I Trim·Lwr Intact Wood White 0.00 ± 0 \0 NEG 02 ± 0.7 OO±O.I 1.0 1\119/97 

772 40 772 6 2 Outside C Porch-l Trim-Lwr Intact Wood White 1.50 % 1.20 POS 4.1 ± 1.2 4.1 % 1.2 10.0 1lI19/97 

773 40 773 6 2 Outside C Porch-3 Trim-Lwr Intact Wood White 1.59 % 1.42 POS 5.9% 2.0 5.9 % 2.0 10.0 11119/97 

774 40 774 6 2 Outside C Porch-3 Baluster Intact Wood Wbite 4.22 % 1.88 POS 5.4 % 1.9 5.4 % 1.9 6.1 11119/97 

775 40 775 6 2 Outside C Porch-3 Baluster Intact Wood White 1.91 % 1.06 POS 5.1 % t.l 5.1 % 1.3 3.5 1lI19/97 

776 40 176 6 2 Outside C Porch-3 Rail-Lwr Intact Wood White 084 ± 0.20 INCOM \.3 ± 0.5 0.8 ± 0 2 2.2 11/19/97 

777 40 777 6 2 Outside C Porch-3 Rail-Lwr Intact Wood White 2.72%3.38 POS 9.1 % 2.0 9.1 % 1.0 10.0 11119197 

778 40 778 6 2 Outside C Porch-3 Rail-Lwr Intact Wood White 0.91 % 1.82 POS 14.S % 2.6 14.5 % 2.6 S.O 11119/97 

779 40 779 6 1 Outside B Porch-2 Wall Intacl Wood Wbile 2.10 % 1.90 POS 11.0% 2.3 11.0 % 2.3 10.0 11/19/97 

780 40 780 6 1 Outside B Porch-2 Wall Intact Wood While 3.12 % 2.98 POS 8.7 % 2.2 8.7 % 2.2 10.0 11/19/97 

781 40 781 6 1 Outside B Porch-2 Floor Intact Wood White 0.58%0.60 POS 2.3 ± 0.6 2.3%0.6 6.3 11119197 

782 40 782 6 1 Outside C Porch-2 Floor Intact Wood White 0.89 ±2.04 POS 5.4 % 1.8 5.4 % 1.8 S.O 11/19/97 

783 40 783 6 1 Outside C Porcb-2 Trim-Lwr Intact Wood White 3.51 % 2.59 POS 10.7%2.7 10.7 % 2.7 10.0 11119/97 

784 40 784 6 1 Outside C Porch-2 Trim-Lwr Intact Wood While 2.63 %3.47 POS 15.3 % 2.5 15.3 % 2.5 9.8 11/19197 

785 40 785 6 I Outside B Screen-Door Screen·Door Intact Wood Green 014 ± 0.36 NEG 0.0 ± 0.5 0.1 ± 0.4 5.9 11/19/97 

786 40 786 6 I Outside B Screen-Door Screen· Door Intact Wood Green 0.35 ± 0.25 NEG 0.2 ± 0.3 0.2 ± 0.3 10.0 11119/97 

787 40 787 6 1 Outside B Door Casing Intact Wood White 0.52%0.53 POS 3.1 % 1.1 3.2 % 1.1 3.6 11119197 

788 40 788 6 1 Outside B Door Casing Intact Wood White 2.s0 % 1.70 POS 4.0 % 1.3 4.0± 1.3 S.1 11119/97 

789 40 789 6 I Outside C House Awning Peeling Metal White 000±O.l6 NEG 0.1 ± 0.7 0.0 ± 0 2 1.0 11119/97 

790 40 790 6 I Outside C House Awning Peeling Metal White 0.00 ± 0.10 NEG 02±07 00±01 1.0 11/19/97 

791 40 791 6 I Outside 0 House Awning Peeling Metal White 0.01 ± 0.10 NEG 00±09 O.O±O.I 2.1 11/19/97 

792 40 792 6 I Outside 0 House Awning Peeling Metal White 002±0.10 NEG 0.2 ± 0.6 O.O±O I 5.4 11/19/97 

793 40 793 6 I Outside 0 Door Bulkhd-Dr Intact Wood White 001 ±O 16 NEG 02±04 0.0 ± 0 2 10 11119/97 

794 40 794 6 I Outside 0 Door Bulkhd-Dr Intact Wood White o 13±0 10 NEG OJ ± 0 6 0.3 ± 0 6 100 11/19/97 

795 40 795 6 I Outside D Wan Stairwell Intact Concrete White 0.03 ± 0.13 INCOM 1.4 ± I 2 OO±O.I 1.0 11119/97 

796 40 796 6 I Outside D Wall Stairwell Intact Concrete WhIte 001±0.10 NEG 01 ± 0.8 00±01 10 11/19197 

797 40 797 6 I Shutter Cal-:I Calibrate Calibrate OOO±O.OO 0.0 ± 0.0 0.0 ± 00 0.0 11/19/97 

798 40 798 6 1 Calibrate-I Calibrate Calibrate 0.97 ± 010 NEG 0.4 ± 0 5 10 ± 01 10 11119/97 

799 40 799 6 1 Calibrate-2 Calibrate Calibrate 1.21 % 0.27 POS 1I.4± II.S 1.2 ± 0.3 2.4 11/19/97 

800 40 800 6 Callbrate-3 Calibrate Calibrate 092 ± 0 20 NEG 02 ± 0.4 0.9 ± 0 2 2.0 11119/97 

801 40 801 6 Mech.-Rm·E>lt D WaH Wall Intact Concrete White 0.03 ± OJ3 NEG -09 ± 0.9 00 ± 0.3 1.8 11119/97 

802 40 802 6 Mech.-Rm-Ext. 0 Wall WaH Intact Concrete White om ± 0 27 NEG 0.2 ± 0.8 0.0 ± 0.3 10 11119/97 

803 40 803 6 Mech.-Rm·E)lt. 0 Stairwell Fence Intact Metal Silver 0.14 ± 0.10 NEG 0.9 ± 0.6 0.1 ±O.I 1.0 11119/97 

804 40 804 6 Mech.-Rm-Ext. 0 Unlisted Fence Intact Metal Silver 0.13±0.10 NEG 02±10 0.1 ±O I 1.0 11119/97 

805 40 805 6 Mech.-Rm-El(t. D Door Door Peeling Wood White 1.34 % 0.84 POS 4.3:l: 1.2 4.3 ± 1.2 3.S 11119/97 

806 40 8.06 6 Mech.-Rm-El<t. D Door Door Peeling Wood White 1.88 % 1.09 POS 4.1 % 1.1 4.1 % 1.1 3.8 11/19/97 

807 40 807 6 Mech.-Rm-El<t. D Door Casing Peeling Wood White 4.22 % 1.88 POS 4.7 % 1.6 4.7 % 1.6 7.8 11119/97 

808 40 808 6 Mech.-Rm-El<t. D Door Casing Peeling Wood White 1.88 % 1.94 POS 5.1 % 1.8 5.U 1.8 4.1 11/19/97 

809 40 8.09 6 Mecb.-Rm-El<t. D Door Jamb Peeling Wood White 4.33 % 1.77 POS 5.5 % 1.2 5.S % 1.2 6.6 11119/97 

810 40 810 6 Mech.-Rm-Ellt. D Door Jamb Peeling Wood White 4.41 % 1.69 POS 5.6 % 1.8 4.4 % 1.7 6.5 11/19/97 

811 40 811 6 Mech -Rm·Int B Wall Jamb Intact Concret,e WhIte 0.06 ± 0 23 NEG 02±07 01 ± 0.2 45 11119/97 

812 40 812 6 Mech.-Rm-Int B Wall Jamh rn'~rt Ir"n .... rpt.'" \1/1. .. : ... 1\ n, I 1'10 ,n 
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Site: 40 Date: 11/19/97 Pamt Page 13 
Ranges (NEG<INC<POS): De'vice PCS 

No Site XLNo Insp Fir Room Side Strc I'eat Cnd Sub Clr PbL(mglclTI') RES PbK Combined DI Date Note 
814 40 814 6 1 Mech.-Rm-Int B Chimney Chimney Intact Bnck White 0.00 ± 010 NEG 02,"08 0.0 ±0.1 10 11/19/97 
815 40 815 6 I Outside 0 Chimney Chimney Intact Brick White 0.01 ± 010 NEG 0.0," 0.8 00 ±0.1 1.0 11119197 
816 40 816 6 1 Outside 0 Chimney Chimney Intact Brick White 008±014 NEG 0.1," 0 9 01 ± 0.1 15 11119/97 
817 40 817 6 1 Outside D lIouse Facia Intact Wood White 3.61 ± 2.49 POS 8.5,~ 2.3 8.5±2.3 10.0 11119197 
818 40 818 6 1 Outside D lIouse Facia Intact Wood White 0.94 ± 1.89 POS 9.0,~ 2.2 9.0± 2.2 5.1 11119197 
819 40 819 6 1 Outside D lIouse Soffit Intact Wood White 2.74 ± 3.35 POS 8.9,~ 2.1 8.9±2.1 10.0 11119/97 
820 40 820 6 1 Outside D lIouse Soffit Intact Wood White 1.41 ± 1.92 POS 6.4,~ 1.4 6.4 ± 1.4 7.5 11119197 
821 40 821 6 1 Outside 0 Elec-conduit Electrical-Cond Intact Metal White 001 ±O 16 NEG 0.3< 0 7 00±02 18 11/19/97 
822 40 822 6 I Outside 0 Elec-conduit Electrical-Cond Intact Metal White 0.07 ± 0 22 NEG 0.2< 10 01 ± 0.2 50 11/19/97 
823 40 823 6 I Outside B House Dovmspoul Inlact Metal White OOI±O.IO NEG 02" 0.5 O.O± 0 I 20 11119197 
824 40 824 6 I OutsIde B House Dovmspout Intact Metal WhIte 0.03 ± 0.23 NEG -0.7."06 O.O± 0.2 2.6 11119/97 
825 40 825 6 I Outside B House Guller Intact Metal White 0.03 ± 0.10 NEG -0.1,<05 O.O±O.I 44 11119/97 
826 40 826 6 I Outside B House Guller Intact Metal White O.oJ ± 013 NEG 0.3," OJ O.O±O.I 1.0 11119/97 
827 40 827 6 1 Calibrate-l Calibrate Callibrate 1.86 ± 0.52 POS 0.9:~ 0.7 1.9 ± O.S 2.4 11119197 
828 40 828 6 1 Calibrate-2 Cahbrate Calibrate 0.98 ± 0.13 NEG 0.3< 0.5 1.0 ± 0.1 10 11/19/97 
829 40 829 6 1 Calibrate-3 Calibrate Callibrate 1.01 ±0.22 POS 0.2:~ 0.5 1.0± 0.2 2.2 11119197 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters 762, 1463 Avenue H, Charleston Naval Complex, 

Charleston SC 

Sampie 
Number 

NBC! 
Qtrs 762 
001 
NBCI 
Qtrs 762 
002 
NBC! 
Qtrs 762 
003 
NBC! 
Qtrs 762 
004 
NBC! 
Qtrs 762 
005 
NBC! 
Qtrs 762 
006 
NBC! 
Qtrs 762 
007 
NBC! 
Qtrs 762 
008 

Room 

1ST Floor, 
Room-1 

1ST Floor, 
Kitchen 

1ST Floor, 
Kitchen 

2ND Floor, 
Room-1 

2!:!Q Floor, 
Room-2 

2ND Floor, 
Room-3 

2ND Floor, 
Hall-4 

Blank 

Dimensions Is surface 
of the sample 

Surface I smooth and I area (inches I 
Type cleanable? x inches) 

Floor-
Entry Yes 12 x 12 
Door 

Floor-
Yes 12 x 12 

Door-1 

Window-2 
Yes 2-1!2 x 31 Siii 

Window-1 
Yes 2-1/2 x 31 Sill 

Window-1 
Yes 2-1/2 x 31 

Sill 

Window-3 
Yes 2-1/2 x 31 

Sill 

Floor-
Entry Yes 12 x 12 
Way 

N/A N/A N/A 

1 Measure to the nearest 1/8 inch. 

1 

1 

0.538 

0.538 

0.538 

0.538 

1 

N/A 

iotai Lead 
Found 

14.80 

124.70 

31.60 

266.20 

317.40 

12.20 

6.50 

-0.90 

HUD standards: 100 )lg/W (floors), 500 )lg/ft2 (interior window sills), 800 )lg1ft2 (window troughs) 

Total number of samples on this page _8 

Page ---L... of _1_ 

Date of sample collection 11/21/97 

Table 35-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
()lgl fe) 

14.80 

124.70 

58.74 

494.80 

589.96 

22.68 

6.50 

<Detectable 



Quarters 76~) .( Samples 
Charleston Naval Complex 

Site 40, Date: 1112111)7 

Thin Page 1 

No Site XLNo Insp FIr Room Side Stre Feat Ph ± Prec 
5 40 840 6 Calibrate-l Calibrate Calibrate 3606.40 ± 67.30 
10 40 845 6 1 Room-l Door Floor 14.80 ± 20.80 
15 40 850 6 1 Kitchen Door Floor 124.70 ± 23.50 
20 40 855 6 1 Kitchen Window-2 Stool 31.60 ± 21.60 
25 40 860 6 2 Room-l Window-l Stool 266.20 ± 26.10 
30 40 865 6 2 Room-2 Window-l Stool 317.40± 23.10 
35 40 870 6 2 Room-3 Window-3 Stool 12.20 ± 19.40 
40 40 875 6 2 Hall-4 Door Floor 6.50 ± 20.20 
4:5 880 6 Blank Blank -0.90 ± 19.40 

Table 3S-c, XRF Field Data Sheds for Dust Samples 



Bulk Page 1 
Quarters 762, Soil S:llmples 
Charleston Naval Complex 

Site: 40 Date: 11121197 

No Site XLNo Insp Room Side Strc Feat Pb ± Prec 
1 40 831 6 Calibrate-l Calibrate Calibrate -65.6 ± 77.7 
2 40 832 6 Calibrate-2 Calibrate Calibrate 796.4 ± 132.1 
3 40 833 6 Outside A House Drip-Line 618.0 ± 71.3 
4 40 834 6 Outside D House Drip-Line 908.8 ± 122.2 

Table 35-d, XRF Field Data Sheds for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA V AL COMPLEX 
CHARLESTON, SC 

36.0 Quarters 763 

Built approximately 1919, Quarters 763, 1451 Avenue H, is a two-story, wood-framed house. This 

structure is approximately 2,392 square feet in size. Interior nonload-bearing partitions are wood 

framed and covered with drywall or wood paneling. The first and second floors have a wood 

subfloor. The exterior finish is concrete with brick, wood, and metal trim. The roof is covered with 

asphalt shingles. The craw! space is concrete masonry. The chirruley is brick maSO!1~ry. 

The tirst floor consists of two porches, one mechanical room, one kitchen, three rooms, one 

bathroom, and two hallways. One exterior staircase provides access to the mechanical room. One 

staircase provides access to the second level. The second floor consists of one porch, three rooms, 

one bathroom, and one hallway. 

On 23 December 1997 through 24 December 1997, four certified lead inspectors performed an 

extensive LBP survey of Quarters 763. This survey was performed after the HUD Guidelines 

Chapter 7 revision. A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

36.1 Identification of Lead in Ouarters 763: 

Four hundred three XRF samples and calibrations were taken in Quarters 763. In general, the paint 

condition was intact, but there were exceptions at the time of survey as annotated in the condition 

column of the XRF Field Data Sheets. Table 36-a contains LBP sampling results for Quarters 763 

and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters 763: 
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Quarters 763 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat 

I 
Cnd Sub Clr RES Combined 

(mgJcm~) 

2 Hall-3 B Wall Wall I Intact Drywall Beige POS 48 ±2.2 
2 Hall-3 B Window Sash Peeling Wood Beige POS 4.5 ±1.6 
2 Hall-3 B Window Casing Intact Wood Beige POS 7.6 ±2.6 
2 Hall-3 B Closet Wall Intact Drywall Other POS 8.9 ±3.0 
2 Hall-3 C Closet Baseboard Intact Wood Other POS 18.2 7.6 
2 Hall-3 D Closet Ceiling Intact Wood Beige POS 3.8 ±1.0 
2 Hall-3 D Closet Ceiling-Trim Intact Wood Beige POS 2.5 ±D.7 
2 Hall-3 D Ceiling Ceiling Intact Wood Beige POS 4.7 ±1.2 
2 Hall-3 D Ceiling Trim Intact Wood Beige POS 2.4 ±O.7 
2 Hall .. 3 D V'Jan VVaU I ............. n ..... u ... 11 c""""';,. ..... P~S 11.1 ~.., " IIJ\G\.f\ LJlynall U";;;;;I~v L..J.' 

2 Hall-3 D Closet Wall Intact Drywall Other POS 5.0 ±2.0 
2 Hall-3 D Door-4 Casing Peeling Wood Other POS 90 +~ A 

2 Porch-3 B Wall Wall Intact Concrete White POS 

·1 6:61 ~:21 
2 Porch-3 B Door Door Intact Wood White POS 8.8 ±2.2 
2 Porch-3 B Door Casing Intact Wood White POS 35.5 ±3.8 
2 Porch-3 B Window Casing Intact Wood White POS 19.0 ±3.0 
2 Porch-3 B Window Sash Intact Wood White POS 21.9 ±3.2 
2 Porch-3 B Wall Baseboard Intact Wood White POS 15.6 ±2.6 
2 Porch-3 B Floor Floor Peeling Wood Grey POS I 1.8 ±O.5 
2 Porch-3 D Porch Ceiling Intact Wood White POS 21.4 ±3.1 
2 Porch-3 D Porch Trim-Upr Intact Wood White POS 1±D.2 ±2.5 
2 Porch-3 D Porch Columns Peeling Wood White POS 23.4 ±3.2 
2 Porch-3 D Porch Rail-cap Peeling Wood White POS 

'. 
2±0.8 ±3.2 

2 Porch-3 D Porch Baluster Peeling Wood White POS i 19.0 ±3.0 
2 Porch-3 D Porch lattice Peeling Wood White POS 2.6 ±0.8 
2 Room-1 A Wall Wall Intact Drywall Beige POS 5.0 ±1.8 
2 Room-1 A Window-3 Sash Peeling Wood Beige POS 6.8 ±2.7 
2 Room-1 A Window-3 Casing Intact Wood Beige POS 1±0.2 5.4 
2 Room-1 A Closet Wall Intact Drywall Beige POS 1±O.2 ±4.2 
2 Room-1 B Ceiling Trim Intact Wood Beige POS 3.8 ±1.2 
2 Room-1 B Ceiling Ceiling Intact Wood Beige POS 3.4 ±1.0 
2 

0 __ ...... -t 
C 1"""1 ....... _, I'-.:li __ 

1 ........ -6 
'AI __ ...! c ... ; __ 

0"'(> ':'"7 L4 D 
r"VUII.'"'. u vIU';''W'- ,,",vIlU'':::I IIn,,\,,1. vvvuu U'C'I~'c:;;' rvv v.1 II.O 

2 Room-1 B Closet Ceiling-Trim Intact Wood Beige POS 5.2 ±1.8 
2 Room-1 B Radiator Radiator Intact Meta! Beige POS 1.2 ±O.6 
2 Room-1 B Closet Wall Intact Drywall Beige POS 2.3 ±O.8 
2 Room-1 C Wall Wall Intact Drywall Beige POS 1±O.6 ±3.6 
2 Room-1 C Closet Wall Intact Drywall Beige POS 11.1 ±3.0 
2 Room-1 C Closet Jamb Intact Wood Beige POS 5.9 ±2.1 
2 Room-1 C Wall Baseboard Intact Wood Beige POS 23.1 7.9 
2 Room-1 D Wall Wall Intact Drywall Beige POS 3.8 ±1.5 
2 Room-1 D Closet Wall Intact Drywall Beige POS 4.6 ±1.8 
2 Room-1 D Closet Baseboard Intact Wood Beige POS 19.4 6.1 
2 Room-2 A Wal! Wal! Intact Drywall Beige POS 5.8 ±2.2 
2 Room-2 A Door-1 Casing Intact Wood Beige POS 3.5 ±1.4 
2 Room-2 A Wall Baseboard Intact Wood Beige POS 16.9 7.0 
2 Room-2 A Closet Baseboard Intact Wood Beige POS 26.5 74 
2 Room-2 B Closet Ceiling Intact Wood Beige POS 7.5 ±2.1 
2 Room-2 B Wall Wall Intact Drywall Beige POS 2.1 ±0.8 
2 Room-2 B Closet Wall Intact Drywall Other POS 4.4 ±2.0 
2 Room-2 C Wall Wall Intact Drywall Beige POS 3.5 ±1.3 
2 Room-2 D Ceiling Ceiling Intact Wood Beige POS 8.6 ±2.4 
2 Room-2 D Ceiling Trim Intact Wood Beige POS 5.3 ±1.8 
2 Room-2 D Wall Wall Intact Drywall Beige POS 4.3 ±1.9 
2 Room-2 D Window-3 Sash Peeling Wood Beige POS 9.2 ±2.7 
2 Room-2 D Window-3 Casing Peeling Wood Beige POS 13.2 ±3.3 
2 Room-2 D Closet Wall Intact Drywall Other POS 1.4 ±O.5 
2 Room-3 A Wall Wall Intact Drywall Beige POS 8.3 ±2.8 
2 Room-3 A Wall Baseboard Peeling Wood Beige POS 6.5 ±2.5 
2 Room-3 A Closet Wall Intact Drywall Beige POS 7.8 ±2.2 
2 Room-3 A Closet-1 Jamb Intact Wood Beige POS 47 ±1.9 
2 Room-3 A Cioset-i Baseboard intact Wood Beige I-'OS 42.0 \;1.3 
2 Room-3 B Closet Ceiling Intact Wood Beige POS 11.1 ±2.2 
2 Room~3 B Closet r"D.iIi""_Tri....." Intact \"Jood 

Dai __ 
P~S 6.6 ~. "7 

...... 'W1U11l::I- I 11111 ""~I~'IW' .J... l., 
2 Room-3 8 Wall Wall Intact Drywall Beige POS 8.5 ±3.0 
2 Room-3 B Closet Wall Intact Drywall Beige POS 18.8 7.3 
2 Room-3 C Wall Wall Intact Drywall Beige POS 6.5 ±2.2 
2 Room-3 C Window-1 Sash Peeling Wood Beige POS 12.8 ±3.4 
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Quarters 763 Positive Results for Lead-Based Paint 
FIr Room Side ~ Feat Cnd I Sub Clr RES Combined 

(mglcm2) 

2 Room-3 C Window-1 Casing Peeling Wood Beige P~S 16.8 5.5 
2 Room-3 C Closet Wall Intact Drywall Beige P~S 8.4 ±2.8 
2 Room-3 D Ceiling Ceiling Intact Wood Beige P~S 4.5 ±1.2 
2 Room-3 D Ceiling Trim Intact Wood Beige P~S 2.1 ±O.5 
2 Room-3 D Wall Wall Intact Drywall Beige P~S 4.6 ±1.7 
2 Room-3 D Door-2 Casing Peeiing vVood Beige P~S 7.5 ±2.4 
2 Room-3 D Closet Wall Intact Drywall Beige P~S 8.3 ±2.2 
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XRF Field Data Sheets 



Quarters 763, Lead-Based Paint Survey 
J ~II'" LIb"" I 

Charleston Naval Complex 
Site: 41 Date: 12/23/97 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
1 41 1 35 1 Shutter Cal-I Cahbrate Cahbrate OOO±OOO 00 ± 0.0 00 ± 00 00 12/23/97 
2 41 2 35 1 Calibrate-I Calibrate Calibrate 1.13 ± 0.14 POS 0.5 ± 0.7 1.1 ± 0.1 1.1 12/23/97 
3 41 3 35 I Calibrate-2 Calibrate CRlibrate 1.11 ±0.14 POS 0.6 ± 0.6 1.I ± 0.1 1.1 12/23/91' 
4 41 4 35 I Calibrate-4 Calibrate Calibrate 1.00 ± 0.13 POS 0.8 ± 0.7 1.0 ± 0.1 1.0 12/23/91' 
5 41 5 35 1 Calibrate-5 Calibrate Calibrate 1.23 ± 0.28 POS 0.2 ± 0.7 1.2±0.3 2.5 :I2/23/9?' 
6 41 6 35 I Calibrate-6 Calibrate Calibrate 1.10 ± 0.26 POS 0.4 ± 0.7 1.1 ± 0.3 2.3 '12/23/91' 
7 41 7 35 I Room-I A Wall Wall Intact Drywall Beige O.OI±Oll NEG -0.2 ± 1.1 0.0 ± O.l 1.0 12/23/97 
8 41 8 35 I Room-I B Wall Wall Intact Drywall Beige 002 ± 0.28 NEG 03±09 00 ± 0.3 14 12/23/97 
9 41 9 35 I Room-I C Wall Wall Intact Wood Beige 001 ±021 NEG -0.1 ± 1.0 0.0 ± 0.2 10 12/23/97 
10 41 10 35 1 Room-l D Wall Wall Intact Drywall Beige 0.29 ± 0.31 POS 6.6± 2.0 6.6± 2.0 9.8 12123197 
II 41 II 35 1 Room-l D Wall Baseboard Intact Wood Beige 1.41 ± 0.44 POS 1.3 ± 0.8 1.4 ± 0.4 3.9 12/23197 
12 41 12 35 I Room-I D Elect-C,ondUlt Electrical-Cond Intact Metal Beige o 03± 0.\3 NEG -0.1 ± 1.2 OO± 0.1 1.1 12/23/97 
\3 41 \3 35 I Room-I D Floor Floor Intact Wood Varnish 0.00 ± 0.14 NEG 0.4 ± a 7 O.O±O.I 1.0 12/23/91' 
14 41 14 35 I Room-I D Door Door Peeling Wood Beige 0.15 ± 0.53 NEG -0.3 ± I I 0.2 ± 0.5 46 12/23/97 
15 41 15 35 1 Room-l A Window Casing Intact Wood Other 2.22 ± 1.62 POS 1.9 ± 0.8 2.2 ± 1.6 10.0 12/23191' 
16 41 16 35 1 Room-I A Window Sash Peeling Wood Beige 1.59 ± 1.11 POS 2.0±0.8 1.6 ± 1.1 10.0 12/23/97 
17 41 17 35 I Room-I B Window Boxing Intact Wood Beige 003 ± 0.10 NEG -0.4 ± 0.9 00±01 1.0 12/23/97 
18 41 18 35 I Room-I B Radliltor Boxing Intact Wood Beige 0.36 ± 0.40 NEG -0.3 ± 0.8 04±0.4 8.8 12/23/97 
19 41 19 35 I Room-I C Bookcase Shelf Intact Wood Beige o 2() ± 0.10 NEG -0 I ± 1.2 0.2 ±O.I 10.0 12/23/97 
20 41 20 35 I Room-2 A Wall Wall Intact Wood Beige 004 ± 0.33 NEG -0.2 ± 0 8 00 ± 0.3 2.4 12/23/97 
21 41 21 35 I Room-2 B Wall Wall Intact Wood Beige 001 ± 0.23 NEG -0.1 ± 1.0 0.0 ± 0 2 1.0 12/23/97 
22 41 22 35 I Room-2 B Wall Wall Intact Drywall Beige 001 ± 0 22 NEG -04 ± I I 00±02 10 12/23/97 
23 41 23 35 I Room-2 C Wall Wall Intact Drywall Beige 0.01 ± 0.10 POS 11.6 ± 3.0 11.6 ± 3.0 1.0 12/23/91' 
24 41 24 35 I Room·2 D Wall Wall Intact Drywall Beige 001 ±0.13 NEG 0.4 ± 0.8 0.0 ± 0 I 10 12/23/97 
25 41 25 35 I Room-2 D Floor Floor Intact Wood Beige o OO± 0.17 NEG 02 ± 1.0 00 ± 0.2 1.0 12/23/97 
26 41 26 35 1 Room-2 D Window Casing Intact Wood Beige 1.95 ± 1.S6 POS 4.4 ± 1.6 4.4 ± 1.6 10.0 12/23/91' 
27 41 27 35 I Room-2 D Window Sash Intact Wood Beige 1.04 ± 0.49 POS 1.4 ± 0.6 1.0 ± 0.5 5.8 12123197 
28 41 28 35 I Room-2 B Window Boxing Intact Wood Beige 007 ± 0.51 NEG -0.2 ± 0.8 0.1 ± 0 5 24 12/23/91' 
29 41 29 35 I Roorn-2 B Radiator Boxing Intact Wood Beige 0.11 ± 0.10 NEG -0.7 ± 1.1 0.1 ± 0 I 7.0 12/23/97 
30 41 30 35 I Room-2 C Wall Baseboard Intact Wood Beige 0.74 ± 1.74 POS 26.5± 7.4 26.5 ± 7.4 6.3 12/2319i' 
31 41 31 35 I Room-2 C Elect-Conduit Electrical-Cond Intact Metal Beige 0.27 ± 0.42 NEG -06± 1.4 OJ ± 0.4 7.5 12/23/97 
32 41 32 35 I Room-2 C Ooorway-I Casing Intact Wood Beige 0.04 ± 0.34 NEG 0.2 ± 1.0 O.O± 0 3 2.2 12/23/97 
33 41 33 35 1 Roorn-2 C Doorway-I Jamb Intact Wood Beige 0.09 ± 0.50 POS 1l.6 ± 3.1 11.6 ± 3.1 3.3 12/23/9;' 
34 41 34 35 I Room-2 C Door-2 Casing Intact Wood Beige 005 ± 0.37 NEG -0 I ± 10 0.1 ± 0.4 2.6 12/23/97 
35 41 35 35 I Room-2 C Door-2 Jamb Intact Wood Beige 004 ± 0.38 NEG -0.4 ± 1.0 0.0 ± 0.4 2.2 12123/97 
36 41 36 35 I Room-2 C 0001r-2 Door Intact Wood Beige 0.08 ± 0 43 NEG -0.5 ± 1.1 01±04 34 12/23/97 
37 41 37 35 1 Hall-l A Wa,1I Wall Intact Drywall Beige 0.00±0.10 POS 4.4 ± 1.7 4.4 ± 1.7 1.0 12/23197 
38 41 38 35 1 lIall-l B Wa,1l Wall Intact Wood Beige 0.27 ± 0.10 POS 7.4 ± 2.7 7.4 ± 2.7 10.0 12/23197 
39 41 39 35 I Hall-I C Wall Wall Intact Plaster Beige »5.0± 1.00 POS 4.6± 4.3 4.6 ± 4.3 10.0 12/23/97 
40 41 40 35 I Hall-l D Wa,lI Wall Intact Wood Beige 0.11 ± 0.42 POS 11.3 ± 3.1 11.3±3.1 4.7 12/23191' 
41 41 41 35 I Hall-I A Doorway-l Casing Intact Wood Beige 0.40 ± 0.42 POS 10.7 ± 2.9 10.7 ± 2.9 10.0 12/23197 
42 41 42 35 1 Hall-l A Doorway-I Jamb Intact Wood Beige 0.19±0.60 POS 9.3 ±2.8 9.3 ±2.8 5.1 '12/23191' 
43 41 43 35 1 Hall-I B Window-I Casing Intact Wood Beige 0.38 ± 0.10 POS 12.62:3.2 12.6±3.2 10.0 '12/23197 
44 41 44 35 I Hall-I B Window-I Sash Peeling Wood Beige 0.04 ±0.32 POS 5.1 ± 1.6 5.1 ± 1.6 2.5 12/23197 
45 41 45 35 1 Hall-I C Doorway-2 Casing Intact Wood Beige 0.16 ± 0.63 POS 12.4 ± 3.2 12.4 ± 3.2 4.1 12/23197 
46 41 46 35 1 Hall-I C Doorway-2 Jamb Intact Wood Beige 1.74 ± 1.92 POS 11.3 ± 5.0 11.3 ± 5.0 9.8 12123/97 
47 41 47 35 I Hall-I D DOOlr Door Intact Wood Beige 0.06 ± 0.39 NEG 0.1 ± 09 0.1 ± 0.4 26 12/23/97 
48 41 48 35 1 Hall-I D Door Casing Intact Wood Beige 0.44 ± 0.10 POS 8.5± 3.0 8.5±3.0 10.0 12123/97 
49 41 49 35 1 Hall-l D Door Jamb Intact Wood Beige 1.34 ± 1.42 POS 13.0 ± 5.7 13.0 ± 5.7 10.0 '12123191' 
50 41 50 35 I Hall-I D W"l1 Baseboard Intact Wood Beige 0.01 ± 0.34 POS 21.1 ±6.1 21.1 ±6.1 1.0 12123197 
51 41 51 35 I Hall-I D Floor Floor Intact Wood Varnish 000±010 NEG 02 ± 1.0 00±01 10 12/23/97 
52 41 52 35 I Hall-I B Radiator Pipes Intact Metal BeIge o 12±0.28 NEG 05 ± 0.8 01 ± 0 3 56 12/23/97 
53 41 53 35 I Shutter Cal-I CalIbrate Cahbrate 0.00 ± 0 00 OO±OO 00 ± 0.0 00 12/23/97 
54 41 54 35 1 Calibrate-I Calibrate Calibrate 1.21 ± 0.15 POS 0.9 ± 0.7 1.2 ± 0.2 1.2 12123/97 
55 41 55 35 1 Calibrate-2 Calibrate Calibrate 1.03 ± 0.11 POS 0.4± 0.6 1.0 ± 0.1 1.0 12/23197 
56 41 S6 35 1 Calibrate-3 Calibrate Calibrate 1.072:0.24 POS 1.0 ± 0.7 1.1 ± 0.2 2.2 12/23191' 
57 41 57 35 I Hall-I D Closet Shelf Intact Wood Beige 055 ± 0.62 NEG 0.8 ± 0 7 0.6 ± 0.6 80 12123/97 
58 41 58 35 I Hall-I A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.6± 1.0 0.0±0.1 1.0 12/23/97 
59 41 59 35 I Hall-I A Walll Wall Intact Drywall Be·ige 0.47 ± 0.36 POS 3.0 ± 1.1 3.0 ± 1.1 10.0 12/23/97 
60 41 60 35 1 Hall-I B Walll Wall Intact Drywall Beige 0.63 ± 0.48 POS 3.3 ± 1.2 3.3 ± 1.2 10.0 12/23191' 
61 41 61 35 I Hall-I C Wall Wall Intact Drywall BeIge OOO±O.IO NEG -12± 10 OO± 0.1 1.0 12/23/97 
62 41 62 35 I Hall-I D W8I11 Wall Intact Drywall Be'ige 0.62 ±0.46 POS 3.0 ± l.l 3.0 ± l.l 10.0 12/23/97 
63 41 63 35 I Hall-I C Electric-Panel Electrical-Panel Intact Metal Glrey 0.01±010 NEG -0 I ± 1.0 00±01 10 12/23/97 
64 41 64 35 I Hall-I C Floor Floor Intact Wood VarnIsh OOO±O 10 NEG -0.2 ± I 3 0.0 ± 0 I 10 12/23/91' 
65 41 65 35 I Hall-I A Floor Baseboard Intact Wood Beige 0.87 ± 0.97 POS \5.7 ± 5.6 \5.7 ± 5.6 10.0 12/23/97 
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Site: 41 Dall~: 12123/97 Paml Page 2 

Ranges (NEG<INC<:POS): Device PCS 

No Sile XLNo Insp FIr Room Side Strc Feal Cnd Sub Clr PbL(mg/cm') RES PbK Combined 01 Dale Nole 

66 41 66 35 I Hall-I B Door Door Intacl Wood BeIge o 16±O42 NEG 04±08 0.2 ± 04 53 12/23/97 

67 41 67 35 I 8all-1 B Door Casing Intact Wood Beige »5.0 ± 1.00 POS 6.7 ± 4.5 6.7 ± 4.5 10.0 12123/97 

68 41 68 35 1 8all-l B Door Jamb Inlacl Wood Beige 2.29 ± 1.86 POS 5.5 ± 1.8 5.5 ± 1.8 10.0 12/23/97 

69 41 69 35 1 Kilch,m A J1)oorway Casing Intact Wood Beige 1.45 ± 1.00 POS 1.6 ± 0.8 1.5 ± 1.0 10.0 12123/97 

70 41 70 35 I Kilch,m A IDoorway Jamb Inlact Wood BeIge O.SO± 0.10 POS 16.0± 5.9 16.0 ± 5.9 10.0 12123/97 

71 41 71 35 I Kitchlm A Wall Wall Intact Drywall Beige 005 ± 0.33 NEG 0.2 ± 10 01±03 3.0 12123197 

72 41 72 35 I Kilcb,m B Wall Wall Intact Drywall Beige 0.17±0.71 POS 10.7 ± 2.9 10.7 ± 2.9 4.1 12123/97 

73 41 73 35 I Kitchl:n C Wall Wall Intact Drywall Beige 0.77 ± 1.29 POS 6.7± 2.1 6.7±2.1 6.5 12123/97 

74 41 74 35 I Kitchl~n D Wall Wall Intact Drywall Beige OOO± 0.10 NEG 0.0 ± 1.0 O.O± 0 I 1.0 12/23/97 

75 41 75 35 I Kitchl~n A Floor Floor Intact Vinyl Other OOO± 0.10 NEG 01 ± 1.0 O.O± 0.1 10 12/23/97 

76 41 76 35 1 Kitchlm B Window Casing Intact Wood Beige 1.39 ± 0.96 POS 2.1 ± 0.8 1.4 ± 1.0 10.0 12123f97 

77 41 77 35 I Kitcbl:n B Window S:lsh Peeling Wood Beige 1.04± 0.89 POS 7.1 ± 2.9 7.1 ± 2.9 10.0 12123/97 

78 41 78 35 I Kilchl:n C Door Door Intact Wood Beige 021±0.34 NEG 0.1 ± 0.6 02±03 4.0 12f23f97 

79 41 79 35 I Kitch,m C Door Casing Intact Wood Beige 1.38 ± 1.34 POS 3.7 ± 1.4 3.7 ± 1.4 9.2 12123f97 

80 41 80 35 1 Kitch,m C Door Jamb Intact Wood Beige 3.04 ± 3.06 POS 7.8 ± 3.0 7.8 ± 3.0 3.3 12123197 

81 41 81 35 I Kitch,m D Cnbinet-Upr Door-Out Intact Wood Beige 1.37 ± 0.10 POS 4.3±3.0 1.4 ± 0.1 10.0 12123/97 

82 41 82 35 I Kilchl:n D Clibinet-Upr Door-Ills Intact Wood Beige »5.0± 1.00 POS 1.1 ±5.4 I.U 5.4 8.0 12123197 

83 41 83 35 I Kitchl:n D Clibinet-Upr Sbelf Intact Wood Beige 1.99 ± 1.50 POS 3.5 ± 1.3 3.5 ± 1.3 7.1 12123197 

84 41 84 35 I Kitchl~n D Cilbinet-Lwr Door-Out Intact Wood Beige 2.08± 1.42 POS 2.2 ± 0.7 2.1 ± 1.4 10.0 12123197 

85 41 85 35 I Kitchl:n D Cilbinet-Lwr Door-Ins Intact Wood Beige 2.18± 1.12 POS 2.1 ± 1.0 2.2 ± 1.1 6.7 12123/97 

86 41 86 35 I Kitchl:n D Cilbinet-Lwr Shelf Intact Wood Beige 2.52 ± 1.45 POS 2.9 ± 1.3 2.5 ± 1.5 4.7 12123/97 

87 41 87 35 I Kitchl:n D Cilbinet-Lwr Drnwer Intact Wood Beige 2.67 ± 1.63 POS 1.5 ± 0.9 2.7 ± 1.6 9.6 12123/97 

88 41 88 35 I Kitclll:n C Wall Baseboard Peeling Wood Beige 0.21 ± 0.29 POS 2.0 ± 0.6 2.0 ± 0.6 5.6 12123/97 

89 41 89 35 I Kitch<:n B Pipes Pipes Peeling Metal Beige 0040 ± 0.29 NEG OS±08 004 ± 0 3 10.0 12/23/97 

90. 41 90 35 1 Kitche:n B Elc:ct-Condult Electrkal-Cond Intact Metal Beige o IS±OA5 NEG -06± 1.5 0.2 ± 0 5 3.2 12123/97 

91 41 91 35 I Kitche:n B Radiator Radiator Intact Metal Beige o 15±0.33 NEG -0.3 ± 1.2 02±03 3.4 12/23/97 

92 41 92 35 I Room··2 B Radiator Radiator Peeling Metal Beige 029±0.10 NEG -0 S ± 1.6 03±01 10.0 12123/97 

93 41 93 35 I Room·· I B Radiator Radiator Peeling Metal Beige 014 ± 010 NEG -I 3± I.S 0.1 ± 0 I 10.0 12123/97 

94 41 94 35 1 Bath-I A Wall Wall Intact Wood Beige 0.13± 0.38 POS 4.7± 1.7 4.7 ± 1.7 5.5 12123197 

95 41 95 35 I Bath-I B Wall Wall Intact Drywall Beige 0.04 ± 0.23 NEG 0.5 ± 0.7 OO± 0.2 30 12123197 

96 41 96 35 I Bath-I C Wall Wall Intact Drywall BeIge 000±010 NEG 0.7 ± 0.7 0.0 ± 0.\ 10 12/23/97 

97 41 97 35 I Bath-I D Wall Wall Inlact Drywall Beige 0.12 ±O.IO POS 5.4 ± 1.9 5.4 ± 1.9 10.0 12123/97 

98 41 98 35 I Bath-I A Floor TIle Intacl Ceramic Other OOI±O.IO NEG -0.5 ± I I OO±OI 3.S 12123/97 

99 41 99 35 I Bath-I A Door Door Intact Wood Beige 0.55 ± 0.74 NEG -0.4 ± 0 9 06±07 5.9 12/23/97 

100 41 100 35 I Bath-I A Door Casing Intact Wood Beige 0..42 ± 0.28 POS 2.1 ± 0.7 2.1 ± 0.7 4.2 12123/97 

101 41 101 35 I Bath-1 A Door Jamb Intact Wood Beige 0..20. ± 0..67 POS 8.1 ± 2.5 8.1 ± 2.5 4.7 12l23f97 

102 41 102 35 I Bath-I C Wall Shelf Intact Wood Beig·e O.OO±O 10 NEG -0.1 ± O.S O.O±O.I 1.0 12/23f97 

103 41 103 35 1 Bath-I C Cabinet-Lwr Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.7 ± 1.2 O.O±O I 10 12/23/97 

104 41 10.4 35 I Balh-I C Cabinet-Lwr Door-Ins Intact Wood Beig.e O.OO±O.IO NEG 0.1 ± 0.8 O.O±O.I 1.0 12/23/97 

IDS 41 105 35 I Balh-I C Cabinet-Lwr Shelf Intact Wood Beige 0.00±0.17 NEG -03±09 00 ± 0.2 1.0 12123/97 

[06 41 106 35 I Bath-I D Window Casing Intact Wood Beige 013 ± 0044 NEG -14 ± 1 4 0.1 ± 04 24 12123/97 

107 41 107 35 I Bath-I D Window Slish Intact Wood Beige 0.78 ± 1.29 POS 8.0± 2.5 8.0± 2.5 7.1 12/23/97 

[08 41 IDS 35 I Bath-I C Door Door Intact Wood Beig.e O.OO±O.ID NEG o 3± O.S O.O± 0 [ 1.0 12/23/97 

[09 41 109 35 [ Bath-I C Door Casing [ntacl Wood Beige 001 ± 0.26 NEG -03 ± I I 0.0 ± 0.3 1.0 12/23/97 

[10 41 110 35 [ Bath-I C Door Jamb Inlacl Wood Beige OOO±O.IO NEG -0 I ± I 0 OO±OI 10 12/23/97 

III 41 III 35 [ Bath-I 0 Radiator Radiator Peeling Metal Beige 0.1 I ± 0.32 NEG -06± 1.5 01 ± 0.3 5.3 12123/97 

112 41 112 35 I Bath-I 0 Radiator Pipes Intact Metal Beige 0.39 ± 0.26 NEG 07±09 0.4 ± 0.3 4.1 12/23/97 

113 41 113 35 I Bath-l D Board Board Intact Wood Beige 0..85 ± 0.64 POS 2.5± 0.8 2.5 ± 0.8 6.8 12/23/97 

114 41 114 35 I Room··3 A Wall Wall Intact Drywall Beige O.OO±O 10 NEG OD± 1.1 O.O± 0 1 1.0 12123/97 

liS 41 lIS 35 I Room··3 B Wall Wall Intact Drywall Beig.e O.OO±O.IO NEG 0.1 ±0.9 OO±O.I 10 12f23/97 

116 41 116 35 I Room .. 3 C Wall Wall Intact Drywall Beige 0.03 ±0..42 POS 9.2± 2.8 9.2±2.8 1.5 12123/97 

117 41 117 35 I Room·.) D Wall Wall Intact Drywall Beig,e 0.26 ± 0.22 NEG OO±IO 0.3 ± 0.2 20 J 2/23f97 

.18 41 118 35 I Room·.) 0 Floor Tile Intact Ceramic Beige OOI±OI8 I'<'EG -07 ± I 5 00±02 1.0 12f23/97 

19 41 119 35 1 Room··3 C Window Sash Intact Wood Beig,e 0.35± 0.10 POS 13.6 ± S.4 13.6 ± 5.4 8.4 12/23197 

20 41 120 35 i Room·.) C Window Casing Intact Wood Belg,e 008 ± 0 25 NEG 03 ± 0.9 OJ ± 0 3 19 12/23/97 

21 41 121 35 J Room .. 3 C Door Door Intact Wood Beig,e 052 ± 0.77 NEG -004 ± 1.0 05±08 72 12123/97 

22 41 122 35 I Room .. 3 C Door Casmg Intacl Wood Belg,e o 07± 041 NEG 00±08 01±O4 2.7 12/23/97 

23 41 123 35 I Room··3 C Door Jamb Intact Wood Beig,e »S.O± 1.00 POS 6.3 ± 3.8 6.3 ± 3.8 5.4 12123/97 

24 41 124 35 I Room·.) A Door Jamb Intact Wood Beig,e 0.00 ± 0.10 NEG 03 ± 0.8 00±01 10 12/23/97 

25 41 125 35 I Room .. 3 A Door Casing Intact Wood Beig'e OOO±O 10 NEG -0..5 ± 1.2 00 ± 0.1 1.0 12/23/97 

26 41 126 35 I Room·.) A Door Door Intact Wood Beigle OOO±O.lO NEG 04 ± 0.9 O.O± 0.1 1.0 12/23/97 

27 41 127 35 I Room .. 3 A Cabinet Shelf Intact Wood Beigl! OOO±O.lO NEG -0.9 ± I.l 00±01 1.0 12/23/97 

t8 41 128 35 1 Room··3 B Cabinet Door-Out Intact Wood Beigle 1.00± 0.21 POS 0..8 ±0.8 1.0.±0.2 2.1 1U23/97 

19 41 129 35 I Room·') B Cabinet Door-Ins Intact Wood Beigl! 093 ± 0.22 NEG 02±OS 0.9 ± 0.2 2.3 12123/97 

10. 41 130 35 I Room··J B Cabinet Floor Intact Metal Beigl~ 1.26 ± 0.34 POS 0 .. 2 ±0.8 1.3 ± 0.3 3.4 IJI23f97 

II 41 131 35 I Room-3 B Cabinet Wall Intact Metal Beige 089 ± 0 70 Nl'r. (lJ::-<-{\O 

12 41 132 35 I lIall-:~ A Woll 
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te: 41 Date: 12123/97 
anges (NEG<INC<POS): Device PCS 

No Site XLNo Insp FIr Room Side Strc Feat Cnd Sub Llr IPbL(mg/cm') RES PbK Combined DI Date No!e 
134 41 134 35 1 Hall-2 D Wall Wall In!a,ct Wood Beige 0.09±0.63 POS 8.8±2.8 8.8 ± 2.8 2.7 12123/97 
135 41 135 35 I Hall-2 0 Floor Floor Inta,:t Wood Varnish OOO±OIO NEG -0 I ± 1.0 0.0 ± 0 1 10 12123/97 
136 41 13fi 35 1 lIall-2 C Floor Baseboard Intact Wood Beige 0.05 ± 0.10 POS 12.6 ± 5.2 12.6 ± 5.2 2.1 12123197 
137 41 137 35 1 Hall-2 0 Door Door Inta,:t Wood Beige 004±037 NEG 0.1 ± 10 00±04 17 12/23/97 
138 41 138 35 1 Hall-2 D Door Casing Intact Wood Beige 0.24 ± 0.10 POS 8.3 ± 2.7 8.3 ± 2.7 10.0 12123/97 
139 41 139 35 I Hall-2 C Door Casing Intact Wood Beige 0.59 ± 0.56 POS 11.2 ± 3.2 11.2 ± 3.2 10.0 12123/97 
140 41 140 35 1 Hall-2 C Door Door Inta,:! Wood Beige 0.24 ± 0.44 NEG 03 ± 0.9 02±04 6.7 12/23/97 
141 41 141 35 I Shutter Cal-1 Calibrate Calibrate O.OO± 0 00 o o± 0.0 0.0 ± 0 0 00 12/23/97 
142 41 142 35 I Calibrate-l Calibrate Calibrate 0.99 ± 0.12 POS 0.4 ± 0.7 1.0 ± 0.1 1.0 lZl23l97 
143 41 143 35 1 Calibrate-2 Calibrate Calibrate 1.24 ± 0.29 POS 0.8 ± 0.7 1.2 ± 0.3 2.6 12123197 
144 41 144 35 1 Calibrate-3 Calibrate Calibrate 1.07 ± 0.25 POS 0.8 ± 0.7 1.1 ± 0.3 2.4 12123191' 
145 41 I 6 I Shutter Cal-I Calibrate Calibrate O.OO±OOO o.o± 0 0 0.0 ± 0 0 0.0 12/22197 
146 41 2 6 1 Calibrate-l Calibrate Calibrate 1.15 ± 0.15 POS 0.8±0.5 1.2 ± 0.2 1.1 12123197 
147 41 3 6 1 Calibrate-2 Calibrate Calibrate 1.05 ± 0.13 POS 0.4 ± 0.4 1.1 ± 0.1 1.0 12123197' 
148 41 4 6 I Calibrate-3 Calibrate Calibrate 081±0.17 NEG 0.5 ± 0.4 0.8 ± 0 2 1.8 12/23/97 
149 41 5 6 I Calibrate-4 Calibrate Calibrate 1.00 ± 0.22 POS 0.6 ±0.4 1.0± 0.2 2.3 12123/97' 
150 41 6 6 1 Room-l A Ceiling Ceiling Intact Wood Beige 0.98 ± 0.90 POS 9.1 ± 2.1 9.1 ± 2.1 10.0 12123197' 
151 41 7 6 I Room-l A Ceiling Trim Intact Wood Beige 0.46± 1.25 POS 8.3 ± 2.1 8.3 ± 2.1 5.3 12123197 
152 41 8 6 1 Room-2 A CeiHng Trim Intact Wood Beige 0.70±0.57 POS 5.2 ± 1.5 5.2 ± 1.5 3.1 12123197 
153 41 9 6 1 Room-2 A Ceili,ng Ceiling Intact Wood Beige 1.79 ± 0.76 POS 2.0 ± 0.8 1.8 ± 0.8 4.3 12123191' 
154 41 10 6 I Hall-l A Ceiling Ceiling Intact Wood Beige 0.31 ± 0.10 POS 9.5±2.4 9.5±2.4 10.0 12123191' 
155 41 11 6 1 Hall-l A CeiUng Trim Intact Wood Beige 0.59 ± 0.52 POS 4.3 ± 1.2 4.3 ± 1.2 10.0 12123191' 
156 41 12 6 I lIall-l A Closet Ceiling Intact Wood Beige 0.71 ±0.50 POS 2.3 ± 0.7 2.3 ± 0.7 10.0 12123197' 
157 41 13 6 1 Hall-l B Clo!let Ceilling-Trim Intact Wood Beige 4.26 ± 1.84 POS 15.1 ± 2.9 15.1 ± 2.9 10.0 12123191' 
158 41 14 6 1 Kitchen B Cemng Ceiling Intact Wood Beige 0.48 ± 0.40 POS 2.8 ± 1.0 2.8 ± 1.0 10.0 12123191' 
159 41 15 6 1 Kitchen B CeiHng Trim Intact Wood Beige 1.02 ± 0.69 POS 1.7 ± 0.5 1.7 ± U.S 8.1 12123197' 
160 41 16 6 1 Po rcb-l B Por,ch Ceiling Intact Wood White 2.88 ± 3.22 POS 7.4±2.0 7.4 ± 2.0 5.0 12123197' 
161 41 17 6 1 Room-3 B Ceiling Ceiling Intact Wood Beige 0.18:t: 0.96 POS 11.8:i: 2.6 11.8:t: 2.6 3.2 12123197 
162 41 18 6 1 Room-3 B CeiHng Trim Intact Wood Beige 0.05:t: 0.28 POS 9.0,1, 2.0 9.0,1, 2.0 l.l 1212319i' 
163 41 19 6 1 Batb-l B Ceiling Trim Intact Wood Beige 0.32,1, 1.22 POS 8.1 ± 2.0 8.1 ± 2.0 4.1 12123197' 
164 41 20 6 1 Batb-l B Ceiling Ceiling Intact Wood Beige 1.04± 0.95 POS 6.7,1, 2.2 6.7,1, 2.2 100.0 12123197' 
165 41 21 6 1 Hall-2 B CeiUng Ceiling Intact Wood Beige 0.68 ± 0.66 POS 6.9,1, 2.1 6.9 ± 2.1 10.0 12123197 
166 41 22 6 1 Hall-2 B CeiUng Trim Intact Wood Beige 0.59,1,0.52 POS 4.1,1, 1.3 4.1 ± 1.3 10.0 1212319/' 
167 41 23 6 I Porcb-2 B Por,ch Ceiling Intact Wood White »5.0,1, 1.00 POS 23.4,1,3.2 23.4 ,I, 3,.2 6.3 12123197 
168 41 24 6 1 Porcb-2 B Por,cb Ceiling-Trim Intact Wood White 2.73 ± 3.37 POS 6.5,1, 2.2 6.5,1, 2.2 3.4 1212319i' 
169 41 25 6 2 Room-I B Celliing Trim Intact Wood Beige 1.07 ± 0.86 POS 3.8,1, 1.2 3.8,1, 1.2 10.0 12123197 
170 41 26 6 2 Room-l B CeiHng Ceiling Intact Wood Beige 0.74,1, 0.58 POS 3.4 ± 1.0 3.4 ± 1.0 10.0 12123197 
171 41 27 6 2 Room-I B Clo"ct Ceiling Intact Wood Beige 3.006,1, 3.04 POS 5.7 ± 1.8 5.7 ± 1.8 100.0 12123197 
172 41 28 6 2 Room-l B elm;et Ceiling-Trim Intact Wood Beige 2.15 ± 3.95 POS 5.2,1, 1.8 5.2 ± 1.8 7.5 12123197 
173 41 29 6 2 Hall-3 D Clo"et Ceiling Intact Wood Beige 2.28,1, 1.79 POS 3.8 ± 1.0 3.8 ± 1.0 10.0 12123197 
174 41 30 6 2 Hall-3 D Clm;et CeUing-Trim Intact Wood Beige 0.70,1, 0.51 POS 2.5 ± 0.7 2.5 ± 0.7 100.0 12123/97 
175 41 31 6 2 Hall-3 D Ceiliing Ceiling Intact Wood Beige 0.43,1,0.40 POS 4.7 ± 1.2 4.7 ± 1.2 10.0 12123/97 
176 41 32 6 2 lIall-3 D CeiHng Trim Intact Wood Beige 00.45,1,0.38 POS 2.4 ± 0.7 2.4 ± 0.7 9.6 12/23197 
177 41 33 6 2 Batb-2 B Ceiling Trim Peeling Wood Beige 0.22,1,0.50 POS 4.1,1, 1.1 4.1,1, 1.1 5.8 12123197' 
178 41 34 6 2 Batb-2 B Ceiliing Ceiling Peeling Wood Beige 0.03,1,0.44 POS 8.2,1, 2.1 8.2,1, 2:.1 1.0 1212319i' 
179 41 35 6 2 Batb-2 B Clm;et Ceiling-Tri m Intact Wood Beige 3.06,1,3.03 POS 5.5,1, 1.8 5.5± 1.8 10.0 12123197 
180 41 36 6 l Batb-l B Clm;et Ceiling Intact Wood Beige 0.94:i; 1.95 POS 8.4* 2.3 8.4 ± 2:.3 6.4 12123197 
181 41 37 6 2 Batb-2 B Door Overbead-Door Intact Wood Beige 0.33,1,0.83 POS 6.6,1, 2.0 6.6 ± 2:.0 5.8 12123197 
182 41 38 6 2 Room-2 D CeiHng Ceiling Intact Wood Beige 2.44,1,3.66 POS 8.6,1, 2.4 8.6 ± 2:.4 10.0 12123197 
183 41 39 6 2 Room-2 D Ceiling Trim Intact Wood Beige 0.67,1,0.67 POS 5.3,1, 1.8 S.3 ± 1.8 10.0 12123197 
184 41 40 6 2 Room-2 B CIO!;et Ceilmg-Trim Intact Wood Beige 0\3 ,I, 0.22 NEG 0.2 ± 0.6 01±O2 2.0 12/23/97 
185 41 41 6 2 Room-2 B Clo!let Ceiling Intact Wood Beige 2.05,1, 2.12 POS 7.5,1,2.1 7.5 ± 2:.1 9.4 12123197 
186 41 42 6 2 Room-3 B Clm;et Ceiling Intact Wood Beige 1.07 ± 00.97 POS 11.1 ,I, 2.2 11.1 ± 2:.2 10.0 12123197 
187 41 43 6 2 Room-3 B Clm;et Ceiling-Tri m Intact Wood Beige 2.82,1,3.28 POS 6.6,1, 1.7 6.6,1, 1.7 9.4 12123197 
188 41 44 6 2 Room-3 D Ceiliing Ceiling Intact Wood Beige 0.03,1,0.11 POS 4.5,1, 1.2 4.5 ± 1.2 1.00 12123197 
189 41 45 6 2 Room-3 D CeiHng Trim Intact Wood Beige 0.56,1,0.65 POS 2.1,1, 0.5 2.1 ± 0.5 7.9 12123197 
190 41 46 6 2 Porch-3 D Por,ch Ceiling Intact Wood White »5.0,1, 1.00 POS 2:1.4,1, 3.1 21.4 ± 31.1 4.2 1212319i' 
191 41 47 6 2 Porcb-3 D Por,ch Tlrim-Upl" Intact Wood White »5.0,1, 1.00 POS 10.2,1, 2.5 10.2 ± 2:.5 7.9 12/23197 
192 41 48 6 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 OO±OO 0.0 ± 0 0 00 12/23/9,' 
193 41 49 6 2 Calibrate-l Calibrate Calibrate, 1.1I±O.14 POS 0.8± 0.4 1.1 ± 0.1 1.1 12123/97 
194 41 50 6 2 Calibrate-2 Calibrate Calibrate, 1.13 ,I, 0.15 POS 0.9± 0.5 1.1 ± 0.2 1.1 12/2319i' 
195 41 51 6 2 Calibrate-3 Calibrate Calibrate, 1.02,1, 0.13 POS 0.6,1, 0.4 1.0 ± 0.1 1.00 12123/97 
196 41 52 6 2 Calibrate-4 Calibrate Calibrate, 1.06 ,I, 0.23 POS 0.7 ± 0.4 1.1 ± 0.2 2.2 12123/97 
197 41 53 6 2 Porch-3 D Por,ch Columns PeeUng Wood White 3.90± 2.19 POS 2:3.4 ± 3.2 23.4 ± 3i.2 3.9 1212319i' 
198 41 54 6 2 Porch-3 D Ponh Rail-cap PeeHng Wood White ">5.0 ± 1.00 POS 2:0.8 ± 3.2 20.8 ± 31.2 6.2 1212319i' 
199 41 55 6 2 Porch-3 D Por,ch Ilia luster Peeling Wood White »5.0± 1.00 POS 19.0,1, 3.0 19.0,1,31.0 5.2 12123/97' 
200 41 56 6 2 Porcb-3 0 Por,ch ILattice Peeli'ng Wood WI>ite 0.01 ± 0.11 POS 2.6 * 0.8 2.6 ± 0.8 1.0 12123/97 
:201 41 57 6 2 Porch-3 B Wall Wall Intact Concrete White 3.99 ± 2.11 POS 6.6± 2.2 6.6 ± 2:.2 2.1 12123/97 
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Site: 41 Date: 12/23~17 PamtPage 4 
Ranges (NEG<lNC<J'OS): Uevice PCS 

No Site XLNo Insp FIr Room Side Strc F.:at Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
202 41 58 6 2 Porch-3 B Door Door Intact Wood White »5.0± 1.00 POS !I.8±2.2 8.8±2.2 4.2 12123197 
203 41 59 6 2 Porch-3 B Door Ca'iing Intact Wood White »5.0± 1.00 POS 3S.5± 3.8, 35.5±3.8 5.1 12123/97 
204 41 60 6 2 Porch-3 B Window Ca,ling Intact Wood White »5.0± 1.00 POS 19.0± 3.0 19.0± 3.0 5.2 12123197 
205 41 61 6 2 Porch-3 B Window S~lsh Intact Wood White »5.0± 1.00 POS 21.9 ± 3.2 21.9 ± 3.2 4.7 12123197 
206 41 62 6 2 Porch-3 B Wall Baseboard Intact Wood White »5.0± 1.00 POS l~i.6 ± 2.6, 15.6± 2.6 3.7 12123/97 
207 41 63 6 2 Porch-3 B Floor Floor Peeling Wood Grey 0.47 ± 0.17 POS 1.8 ± 0.5, 1.8 ± 0.5 2.3 12123197 
208 41 64 6 1 Porch-2 B Porch Columns Peeling Wood White »5.0 ± 1.00 POS ILl ± 2.4 11.1 ± 2.4 5.6 12123197 
209 41 65 6 I Porch-2 B Porch La1tice Peeling Wood White 0.00 ± 0.10 NEG 0.5 ± 004 0.0 ± a I 10 12/23/97 
210 41 66 6 1 Porch-2 A Porch Raili-cap Peeling Wood White 3.3l±2.78 POS 111.3 ± 3.1 19.3:1: 3.1 5.8 12123197 
211 41 67 6 1 Porch-2 A Porch Baluster Peeling Wood White »5.0:1: 1.00 POS 20.6:1: 3.3 20.6:1: 3.3 6.7 12123197 
212 41 68 6 I Porch-2 A Porch Floor Peeling Wood Grey 0.00 ± 0.\0 NEG -0.6 ± a 7 OO±O.I 1.0 12/23/97 
213 41 69 6 1 Porch-2 B Wall Wall Peeling Concrete White 4.37:1: 1.72 POS fi.2:1: 2.1 6.2:1:2.1 3.0 12123197 
214 41 70 6 1 Porch-2 B Door Door Peeling Wood White 3.74:1: 2.36 POS IU±2.1 8.1 ± 2.1 1.8 12123197 
215 41 71 6 1 Porch-2 B Door Ca,ling Peeling Wood White 4.42:1: 1.68 POS 27.0:1:3.6, 4.4:1: 1.7 4.3 12123197 
216 41 72 6 1 Porch-2 B Window Ca,ling Peeling Wood Black »5.0:1: 1.00 POS 30.1:1: 3.6, 30.1:1: 3.6 4.3 12123197 
217 41 73 6 1 Porch-2 B Window Sasb-Ext Peeling Wood Black »5.0:1: 1.00 POS 2L3 ± 3.1 21.3:1: 3.1 4.1 12123197 
218 41 74 6 I Porch-2 A Door Screen-Door Intact Wood Black 0.27±0.10 NEG 00±05 00±05 \0.0 12/23/97 
219 41 75 6 1 Porch-2 A Porch Trim-Lwr Intact Wood White 0.00±0.10 POS 41.1 :I: 1.2 4.1:1: 1.2 1.0 12123197 
220 41 76 6 1 Porch-2 B Wall Baseboard Intact Wood White »5.0:1: 1.00 POS 10.3 ± 2.4 10.3 ± 2.4 5.9 12123197 
221 41 77 6 1 Porch-2 B Window-lIpr Sasb-Ext Intact Wood White »5.0:1: 1.00 POS 20.3:1: 3.0 20.3:1: 3.0 5.4 12123197 
222 41 78 6 1 Porch-l C Porch Rail,-cap Intact Wood White 2.19 ± 1.69 POS 6.6:1:2.0 6.6:1:2.0 3.3 12123197 
223 41 79 6 ) Porch-) C Wall Wall Intact Wood White »5.0:1: 1.00 POS 11.6 ± 2.3 8.6±2.3 7.6 12123197 
224 41 80 6 1 Porch-I B Wall Wall Intact Wood White »5.0:1: 1.00 POS 1I.5±2.0 8.5:1:2.0 5.4 12123197 
225 41 81 6 1 Porch-l D Wall Wall lotact Wood White 3.65 ± 2.45 POS 11.5 ± 2.3 8.5 ± 2.3 3.2 12123197 
226 41 82 6 1 Porch-l A Wall Wall lotact Concrete White 4.18:1: 1.92 POS 41.1 ± 1.4 4.1 ± 1.4 3.9 12123197 
227 41 83 6 1 Porch-l A Door Door Intact Wood White »5.0:1: 1.00 POS ~i.O± 1.9 5.0 ± 1.9 4.8 11123197 
228 41 84 6 1 Porch-l A Door Ca'iing Intact Wood White 4.14:1: 1.96 POS 10.8 ± 2.5 10.8 ± 2.5 3.5 12123197 
229 41 85 6 1 Porch-l B Door Door Intact Wood White »5.0:1: 1.00 POS 1O.4±2.3 10.4 ± 2.3 5.9 12123197 
230 41 86 6 I Porch-l B Door Ca'iing Intact Wood White »5.0:1: 1.00 POS fi.9 ± 1.8 6.9 ± 1.8 6.5 12123/97 
231 41 87 6 1 Porch-l B Porch LaUice Intact Wood White 0.26 ± 0.77 POS 2~.7 ± 0.8 2.7 ± 0.8 4.6 12123/97 

232 41 88 6 1 Porch-I C Porch Columns Intact Wood White 3.41 ± 2.68 POS 6.2± 2.1 6.2 ± 2.1 3.1 12123197 
233 41 89 6 1 Porch-l A Window Sash-Ext Intact Wood Black »5.0± 1.00 POS 19.2 ± 3.1 19.2±3.1 3.3 12123197 
234 41 90 6 1 Porch-l A Window Ca'iing Intact Wood Black »5.0± 1.00 POS 19.9 ± 3.1 19.9 ± 3.1 3.9 12123197 
235 41 91 6 I Porch-I D Door Screen-Door Intact Wood Black 2.75 ± 0.76 POS 2:.3± 1.0 2.8± 0.8 1.7 12/23197 
236 41 92 6 I Porch-I D Door Ca'iing Intact Wood White 4.47:1: 1.63 POS i'.O± 2.0 4.5 ± 1.6 3.2 12/23197 
237 41 93 6 I Porch-I D Floor Floor Intact Wood Grey 0043 ± 0.22 NEG 07 ± 0.4 0.4 ± 0 2 3.2 12/23/97 
238 41 94 6 I Outside D House Wall Intact Concrete White 0.06± 020 NEG 0.1 ±0.6 0.1 ±0.2 2.5 12/23/97 
239 41 95 6 1 Outside A House Wall Intact Concrete WhIte 0.01 ± 0.21 NEG -0.7±08 O.O± 0.2 10 12/23/97 
240 41 96 6 I Outside B House Wall Intact Concrete White 0.01 ± 0.17 NEG 0.0 ± 0.8 0.0 ± 0.2 1.0 12/23/97 
241 41 97 6 I Outside B House Wall Intact Brick White 0.01 ± 0.10 NEG 0.4 ± 05 0.0 ± 0.1 1.0 12/23/97 
242 41 98 6 I Outside C House Wall Intact Concrete White 007± 0.29 NEG -1.2 ± 0.9 0.1 ± 0.3 4.3 12123197 
243 41 99 6 1 Porch-l C Wall Wall Intact Wood White »5.0± 1.00 POS 141.4± 2.8 14.4 ± 2.8 4.5 12123/97 
244 41 100 6 1 Porch-I C Wall Wall Intact Brick White 001 ± 0.29 NEG 0.1 ±09 00±03 1.0 12/23/97 
245 41 101 6 1 Porch-l B Wall Wall Intact Wood White 3.86± 2.24 POS n.3 ±2.5 13.3 ±2.5 4.2 12123197 
246 41 102 6 1 Outside B Window Sash-Ext Intact Wood Black »5.0± 1.00 POS 241.1 ± 3.5 24.1 ± 3.5 4.1 12/23197 
247 41 103 6 1 Outside B Window Ca'iing Intact Wood Black »5.0± 1.00 POS 37.4±4.0 37.4± 4.0 6.2 12/23197 
248 41 \04 6 1 Outside B Screen Sash-Ext Intact Wood Black 0.29 ± 0.23 NEG 00±04 0.3 ± 0 2 3.3 12/23/97 

249 41 lOS 6 1 Outside B Stairs Rail-cap Intact Concrete White 0.01 ± 0.26 NEG -02±09 00±03 1.0 12/23/97 

250 41 106 6 1 Outside B Stairs Cage Intact Metal SIlver 0.15 ± 0.10 NEG 03 ± 0.9 02±01 10 12/23/97 

251 41 107 6 I Mech.-Rm.-I B Door Door Peeling Wood White »5.0± 1.00 POS 11.5 ± 2.1 11.5 ± 2.1 5.8 12123/97 
252 41 108 6 I Mech.-Rm.-l B Door Ca'iing Peeling Wood White 0.89 ± 0.44 POS 41.3 ± 1.2 4.3 ± 1.2 1.9 12/23/97 

253 41 109 6 1 Outside B House Fascia Intact Wood White 0.03± 010 NEG ·1.2 ± 0.8 OO± 0.1 1.0 12/23/97 

254 41 110 6 1 Outside B House Soffit Intact Wood Whit .. 2.45 ± 1.14 ros 9.9 ± 2.2 9.9± 2.2 i.8 12123/97 

255 41 III 6 I Outside B House Awning intact Metal White o 17±023 NEG 0.2 ± 0.5 0.2 ± 0.2 3.0 12/23/97 

256 41 112 6 OutsIde C House Awning Intact Metal WhIte 0.08 ± a 30 NEG 0.2 ± 0.6 0.1 ± 0.3 4.5 12/23/97 

257 41 113 6 1 Outside D Door Bulkhe,ad-DoOl' Intact Wood WhIte O.OO±O.IO NEG -0.3 ± 0 6 OO±O.I 1.0 12/23/97 

258 41 114 6 1 Outside D Wall Wall Intact Brick White 0.14 ± 0.35 NEG 0.1 ±0.9 0.1 ± 0.4 2.6 12/23/97 

259 41 115 6 1 Porch-2 D Porch Floor Intact Wood White 1.51 ± 1.33 POS 31.0:1: 1.0 3.0 ± 1.0 6.7 12/23197 

260 41 116 6 1 Outside A StaIrs Rail-cap Intact Wood Grey 002±0.10 NEG 03±07 O.O± 0 I 1.0 12/23/97 

261 41 117 6 1 Outside A Stairs New211-post Intact Wood Grey 0.03±0.10 NEG 0.3 ± a 7 00±01 10 12/23/97 

262 41 118 6 I Outside A Stairs Stringer Intact Wood Grey 0.05 ± 0.\0 NEG -004 ± 0.7 0.1 ± 0 I 1.0 12/23/97 

263 41 119 6 I Outside A Stairs Tr,~ad Peeling Wood Grey 0.02 ± 0.\0 NEG 0.1 ± 0.7 OO± 0.1 10 12/23/97 

264 41 120 6 I Outside A Stairs Riser Peeling Wood Grey 0.05 ± 0.\0 NEG -0.6 ± 0.7 0.1 ± 0 I 10 12/23/97 
265 41 121 6 I Outside A Elect-Conduit Electrical-Cond Intact Metal WhIte a OO± 0.10 NEG -0.1 ± 0.6 O.O± 0.1 10 12/23/97 

266 41 122 6 1 Outside A Wall Downspout Intact Metal White 0.02 ± a 25 NEG 0.0 ± 0.5 00 ± 0.3 1.5 12/23/97 

267 41 123 6 I Outside A Door Door Intact Wood Black OO]±OIR Nl'f": ('I') ,--IlA 

Z68 41 124 6 I Outside D Door 
Z69 41 125 



e: 41 Date: 12/23>/97 
lnges (NEG<INC<POS): Device PCS 

-.0 Site XLNo Inspl FIr Room Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 
170 41 126 6 1 Outside D 1I0use Soffit Intact Wood Whil!e 2.82 ± 3.28 POS 12.5 ± 2.3 12.5 ± 2.3 5.8 12/23/97 
!7l 41 127 6 I Outside D House Fascia Intact Wood Whille »5.0 ± 1.00 POS 11.9 ± 2.5 11.9 ± 2.5 6.2 1:2123/97 
!72 41 128 6 I Shutter Cal-I Calibrate Calibrate OOO± 000 0.0 ± 0.0 00 ± 0.0 00 12/23/97 
!73 41 129 6 1 Calibri,te-l Calibrate Calibrate 1.02 ± 0.13 POS 0.9± 0.4 1.0 ± 0.1 1.0 1:2123/97 
!74 41 130 6 1 Calibri,te-2 Calibrate Calibrate 1.07 ± 0.24 POS 0.5±0.5 1.1 ± 0.2 2.3 12123/97 
ns 41 I 31 2 Shutter Cal-I Calibrate Calibrate O.OO± 000 0.0 ± 0 0 0.0 ± 0.0 00 12/23/97 
~76 41 2 31 2 Calibn,te-l Calibralie Calibrate 1.11 ± 0.15 POS -0.1 ± 0.7 1.1 ± 0.2 1.1 1:~123197 
Z77 41 3 31 2 Calibn,te-2 Calibralle Calibrate 1.01 ± 0.13 POS 1.0± 0.7 1.0 ± 0.1 1.1 t:z123/97 
278 41 4 31 2 Calibrate-3 Calibrate Calibrate 0.98 ± 0.23 NEG 0.4 ± 0.8 1.0±02 2.2 12/23/97 
279 41 5 31 2 Shutter Cal-2 Calibrate Calibrate OOO±OOO 0.0 ± 0.0 O.O± 0.0 0.0 12123/97 
280 41 6 31 2 Calibrate-I Calibrate Calibrate 094± 0.10 NEG 1.0 ± 0.5 0.9± 0.1 II 12/23/97 
281 41 7 31 2 Calibn,te-2 Calibrate Calibratl' 1.55 ± 0.50 POS 1.3±1.2 1.6 ± 0.5 2.3 t:Z123/97 
282 41 8 31 2 Calibrate-3 Calibrate Calibrate 099 ± 0.24 NEG 0.5 ± 0.8 1.0 ± 0.2 23 12/23/97 
283 41 9 31 2 RooD1l-1 A Wall Wall Intact Drywall Beige 0.21 ± 0.39 POS 5.0 ± 1.8 5.0± 1.8 7.1 t:ZI23/97 
284 41 10 31 2 RooD1l-1 B Wan Wan Intact Drywall Beige 0.15 ± 0.29 NEG 0.7± 1.0 0.2 ± 0 3 62 12/23/97 
285 41 11 31 2 Rooml-I C Wall Wall Intact Drywall Beige 0.59:1: 0.56 POS 10.6:1: 3.6 10.6:1:3.6 10.0 1:zt23197 
286 41 12 31 2 Room,-1 D Wall Wall Intact Drywall Beige 0.1H:0.42 POS 3.8 ± 1.5 3.8 ± 1.5 5.6 t:Z123/97 
287 41 13 31 2 Room,-I A Window·3 Sash Peeling Wood Beige 1.12 ± 1.58 POS 6.8± 2.7 6.8 ± 2.7 7.8 t:Z123/97 
288 41 14 31 2 Room,-I A Window·3 Casing Intact Wood Beige »5.0± 1.00 POS 10.2 ± 5.4 1O.2±5.4 4.9 UI23/97 
289 41 15 31 2 Room-I C Door-3 Door Intact Wood Beige 0.24 ± 0.46 NEG 0.4 ± 0 8 0.2 ± O.S 6.1 12/23/97 
290 41 16 31 2 Room,-I B Radiator Radiator Intact Metal Beige 0.18 ± 0.20 POS 1.2 ± 0.6 1.2 ± 0.6 5.4 t:Z123!97 
291 41 17 31 2 Room,-1 A Closet Wall Intact Drywall Beige 1.13 ± 0.10 POS 10.2 ± 4.2 10.2 ± 4.2 10.0 t:Z123!97 
292 41 18 31 2 Room,-1 B Closet Wall Intact Drywall Beige 0.95±0.63 POS 2.3± 0.8 2.3 ± 0.8 10.0 t:Z123/97 
293 41 19 31 2 Room-l C Closet Wall Intact Drywall Beige 1.03 ± 0.89 POS 1l.1±3.0 11.1 ±3.0 10.0 U123/97 
294 41 20 31 2 Room,-l D Closet Wall Intact Drywall Beige 0.79± 0.60 POS 4.6± 1.8 4.6 ± 1.8 10.0 I:ZI23/97 
295 41 21 31 2 Room,-1 D Closet Baseboard Intact Wood Beige 1.46± 2.20 POS 19.4 ± 6.1 19.4 ± 6.1 8.3 t:Z123/97 
296 41 22 31 2 Room-I D Closet Shelf Intact Wood Beige 001 ±032 NEG -0.5 ± I 3 0.0 ± 0.3 10 12/23/97 
297 41 23 31 2 Room.-I C Closet Door Intact Wood Beige 010±041 NEG -1.0±12 01±04 28 12/23/97 
298 41 24 31 2 Room-l C Closet Jamb Intact Wood Beige 1.47 ± 1.15 POS 5.9 ± 2.1 5.9 ± 2.1 10.0 1:2123/97 
299 41 25 31 2 Room-l C Wall Baseboard Intact Wood Beige 0.47 ± 1.76 POS 23.1 ± 7.9 23.1 ± 7.9 4.5 12123/97 
300 41 26 31 2 Room-I C Elect-Conduit Electrical-Cond Intact Metal Beige 0.15±0.16 NEG 0.0 ± 1.1 0.2 ± 0 2 23 12/23/97 
301 41 27 31 2 Room-I C Floor Floor Intact Wood Varnish O.OO±O.IO NEG -0.4 ± I 1 O.O±O.I 1.0 12/23/97 
302 41 28 31 2 Hall .. 3 A Wall Wall Intact Drywall Beige 0.28 ± 0.10 POS 6.0 ± 1.7 6.0± 1.7 10.0 r:ZI23/97 
303 41 29 31 2 Hall··3 B Wall Wall Intact Drywall Beige 0.34 ± 0.33 POS 4.8± 2.2 4.& ± 2.2 10.0 I:Z123/97 
304 41 30 31 2 Hall· 3 C Wall Wall Intact Drywall Beige 0.08 ± 0.34 NEG 0.2± 1.0 0.1 ± 0.3 3.7 12/23/97 
305 41 31 31 2 lIall··3 D Wall Wall Intact Drywall Beige 0.09 ± 0.42 POS 11.1 ±3.2 11.1 ± 3.2 4.2 t:z123/97 
306 41 32 31 2 Hall··3 B Window Sash Peeling Wood Beige 4.45± 1.64 POS 2.7 ± 4.8 4.5 ± 1.6 4.0 UI23!97 
307 41 33 31 2 Hall··3 B Window Casing Intact Wood Beige 0.58 ± 0.55 POS 7.6 ± 2.6 7.6 ± 2.6 10.0 t:z123!97 
30& 41 34 31 2 Hall·.) C Door-4 Door Intact Wood Beige 0.05 ± 0.27 NEG 0.3 ± 0.8 0.1 ±0.3 3.4 12/23/97 
309 41 35 31 2 Hall-3 B Radl8tor Radiator Intact Metal Beige 0.09±026 NEG 06±10 0.1 ±0.3 3.5 12123197 
310 41 36 31 2 Hall··3 A Wall Baseboard Intact Wood Beige 0.65±0.60 POS 10.3 ± 3.1 10.3 ± 3.1 10.0 lU23!97 
311 41 37 31 2 Hall-3 A Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 0.4 ± 0.7 O.O±O.I 1.0 12/23/97 
312 41 38 31 2 Hall··3 A Closet Wall Intact Drywall Oth.,. 0.45±0.37 POS 4.7 ± 1.8 4.7 ± 1.8 10.0 t:Z123!97 
313 41 39 31 2 Hall··3 B Closet Wall Intact Drywall Otb.,. »5.0± 1.00 POS 8.9±3.0 8.9±3.0 10.0 1:zt23/97 
314 41 40 31 2 Hall-3 C Closet Wan Intact Drywall Othf:r 0.29 ± 0.29 NEG -0.2 ± 1.2 0.3 ± 0 3 9.6 12/23/97 
31S 41 41 31 2 Hall-·3 D Closet Wall Intact Drywall Oth.,. 0.33± 0.51 POS 5.0±2.0 5.0±2.0 7.6 I:ZI23!97 
316 41 42 31 2 Hall· 3 C Closet Door Intact Wood Othf:r 009 ± 0.40 NEG -0.3 ± I 2 01 ±0.4 38 12123/97 
317 41 43 31 2 Hall-3 C Closet Jamb Intact Wood Othf:r 005 ± 0.45 NEG -0.8 ± 1.3 0.1 ± 0.5 23 12/23/97 
318 41 44 31 2 lIall .. 3 C Closet Baseboard Intact Wood Oth.:r 0.87 ± 0.10 POS 18.2 ± 7.6 18.2 ± 7.6 10.0 J:Z123/97 
319 41 45 31 2 Hall-3 0 Closet Shelf Intact Wood Othf:r 0.01 ± 0.12 NEG O.O± 1.0 O.O±O.I 1.0 12/23/97 
320 41 46 31 2 Hall-3 0 Door-4 Door Peeling Wood Othf:r 0.08 ± 0.41 NEG o I± I 0 0.1 ±04 3.2 12/23/97 
321 41 47 31 2 Hall-') D Door-4 Casing Peeling Wood Oth.:r 0.08±0.75 POS 9.0:1:3.8 9.0±3.8 2.7 I:Z123197 
322 41 48 31 2 Hall-3 C Stairs Rail-Cap Intact Wood Black 0.36 ± 0.14 NEG 0.5 ± 0.8 0.4 ± 0.1 1.8 12/23/97 
323 41 49 31 2 Hall-3 C Stairs Stringer Intact Wood Black 030:1:0.18 NEG 0.0 ± 0.8 0.3 ± 0 2 2.0 12/23/97 
324 41 50 31 2 Hall-3 C Stairs Stringer [ntact Wood Black 003 ± 010 NEG 01±09 00 ± 0.1 10 12123/97 
325 41 51 31 2 Shutter Cal-I Calibrate Calibrate OOO±OOO O.O± 0 0 0.0 ± 0.0 00 12123/97 
326 41 52 31 2 Calibute-I Cali b ralle Calibrate 0.99± 0.10 POS 1.0± 0.6 1.0 ± 0.1 1.0 I:Z123/97 
327 41 53 31 2 Calibute-2 Calibralle Calibrate 1.01 ± 0.13 POS 0.5±0.8 1.0 ± 0.1 1.0 J:Z123!97 
328 41 54 31 2 Calibnte-3 Calibralle Calibrate 1.10± 0.26 POS 0.3 ±0.9 1.1 ± 0.3 2.4 J:Z12J/97 
329 41 55 31 2 Hall·3 C Stairs Newal-Post Intact Wood Beige 0.13 ± 0.37 NEG 0.5 ± 0 7 01 ± 0.4 4.0 12123/97 
330 41 56 31 2 Hall·3 C Stairs Baluster Intact Wood Beige 0.16±031 NEG 04±08 0.2 ± 0 3 35 12123/97 
331 41 57 31 2 Hall-3 C Stairs Tread Intact Wood Othf:r 0.02 ± 0.10 NEG -1.0 ± 1.2 O.O±O.I 2.0 12123197 
332 41 58 31 2 Hall-3 B Stairs Riser Intact Wood Othe:r 0.04 ± 0.10 NEG -0.7 ± L5 O.O±O.I 1.0 12123197 
333 41 59 31 2 Hall·3 C Stairs Baseboard-Ins Intact Wood Black 0.03 ± 0.10 NEG 0.8 ± 0.7 O.O±O.I 10 12/23/97 
334 41 60 31 2 Hall·3 C Stairs Wall-Caslbg Intact Wood Black 031 ± 0.14 NEG 0.4 ± 0 7 03:1:01 20 12/23/97 
335 41 61 31 2 Batb··2 A Wall Wall Intact Drywall Bcig:e 0.01 ±0.10 POS 2.1 ±0.8 2.1 ± 0.8 1.5 I:Z123/97 
336 41 62 31 2 Bath .. 2 B Wall Wall Intact Drywall Beig;e 0.07 ± 0.37 POS 4.& ± 1.9 4.8 ± 1.9 2.1 U/23/97 
337 41 63 31 2 Bath-2 C Wall Wall Intact Drywall Beige 005±0.10 NEG 06±08 0.1 ± 0 I 58 12/23/97 

817 
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338 41 64 31 2 Bath-2 0 Wall Wall Intact Drywall Beige 029±O.l8 NEG 0.9 ± 0.7 0.3 ± 0.2 3.3 12123197 

339 41 65 31 2 Batb-2 B Wiindow-l Sasb Peeling Wood Beige 2.89 ±3.21 POS 7.7 ± 2.6 7.7 ± 2.6 10.0 12123197 

340 41 66 31 2 Bath-2 B Wlindow-1 Casling Peeling Wood Beige 0.28 ± 0 34 NEG 0.5 ± 0.7 0.3 ± 0 3 43 12123197 

341 41 67 31 2 Bath-2 A Door· I Door Intact Wood Beige 030 ± 0 24 NEG 0.8 ± 07 03 ± 0.2 36 12123197 

342 41 68 31 2 Bath-2 A Door· I Casling Intact Wood Beige 033 ± 0 29 NEG 10±06 03±03 5.5 12123197 

343 41 69 31 2 Bath-2 A Closet WIlli Intact Drywall Beige 1.33± 1.59 POS 5.6 ± 1.8 5.6 ± 1.8 7.2 12123/97 

344 41 70 31 2 Bath-2 B Closet WIlli Intact Drywall Beige 0.90±0.49 POS 2.8 ± 1.0 2.8 ± 1.0 6.0 12123/97 

345 41 71 31 2 Bath-2 C Closet Wnll Intact Drywall Beige 0.74*-0.60 POS 4.7 ± 1.8 4.7 ± 1.8 10.0 12/23/97 

346 41 72 31 2 Bath-2 D Closet Wnll Intact Drywall Beige 0.89 ± 1.08 POS 5.1±1.7 5.1 ± 1.7 5.7 12/23197 

347 41 73 31 2 Bath-2 A Closet Baseboard Intact Wood Beige 029± 018 NEG 02 ± 0.9 0.3 ± 0.2 2.6 12123197 

348 41 74 31 2 Bath-2 B Closet Door Intact Wood Beige 0.21±0.16 NEG 0.5 ± 0.8 0.2 ± 0.2 22 12123/97 

349 41 75 31 2 Bath-2 B Closet Ja~Bb Intact Wood Beige 0.75 ± 0.52 POS 5.8±2.5 5.8± 2.5 3.0 12/23197 

350 41 76 31 2 Bath-2 D Closet Shdf Intact Wood Beige 0.49 ± 013 NEG I I ± 0.6 0.HO.1 27 12123/97 

351 41 77 31 2 Bath-2 B Radiator Radiator Intact Metal Beige 0.62 ± 0 47 NEG -0.9 ± 1.5 0.6 ± 0 5 10.0 12123/97 

352 41 78 31 2 Bath-2 B Elect-CondUit Electncal·Cond Intact Metal Beige 009± 010 NEG -0.2 ± 1.1 0.1 ± 0.1 1.7 12123/97 

353 41 79 31 2 Bath-2 0 Cabinet Ooor .. Out Intact Wood Beige OOO±O 10 NEG -0.8 ± 1.2 0.0±0.1 1.0 12123/97 

354 41 80 31 2 Bath-2 A Cabinet InSide Intact Wood Beige 0.00±0.10 NEG -0.6 ± 1.3 0.0±0.1 1.0 12123/97 

355 41 81 31 2 Room-2 A Wall WlIlI Intact Drywall Beige 0.OHO.I0 POS 5 .. 8±2.2 5.8±2.2 3.8 12123197 

356 41 82 31 2 Room-2 B Wall Willi Intact Drywall Beige 0.00±0.10 POS 2.1 ± 0.8 2.1 ± 0.8 1.0 12123197 

357 41 83 31 2 Room-2 C Wall Willi Intact Drywall Beige 0.00±0.14 POS 3.5 ± 1.3 3.5 ± 1.3 1.0 12/23197 

358 41 84 31 2 Room-2 D Wall Willi Intact Drywall Beige 0.24 ± 0.10 POS 4 . .3 ± 1.9 4.3 ± 1.9 10.0 12123197 

359 41 85 31 2 Room-2 D W'indow-3 Sallh Peeling Wood Beige 0.45 ± 0.10 POS 9 .. 2 ± 2.7 9.2 ± 2.7 10.0 12123197 

360 41 86 31 2 Room-2 D Window-3 Casing Peeling Wood Beige 1.39 ± l.l8 POS 13 .. 2 ±3.3 13.2 ± 3.3 10.0 12123197 

361 41 87 31 2 Room-2 A Door-1 Door Intact Wood Beige 0.52 ± 0.57 NEG 0.5 ± 0 7 0.5 ± 0.6 7.1 12123/97 

362 41 88 31 2 Room-2 A Uoor-l Casing Intact Wood Beige 1.04 ± 0.95 POS 3.5 ± 1.4 3.5± 1.4 6.1 12123197 

363 41 89 31 2 Room-2 A Wall Baseboard Intact Wood Beige 1.13 ± 1.23 POS 16.9% 7.0 16.9± 7.0 10.0 12123197 

364 41 90 31 2 Room·2 B Elect-CondUit Electrical·Cond Intact Metal Beige 0.13±0.15 NEG -02±\.3 0.1 ± 0 2 2.3 12123197 

365 41 91 31 2 Room-2 0 Radiator Radiator Intact Metal Beige 0.04 ± 0 25 NEG 06 ± 0.9 00±03 27 12/23197 

366 41 92 31 2 Room-2 D Floor Floor Intact Wood Other OOO±O 10 NEG -0 I ± \.0 O.O±O.I \.0 12123197 

367 41 93 31 2 Room-2 A Closet Wall Intact Drywall Other 086 ± 0.63 NEG 03 ± 0.8 0.9 ± 0.6 7.5 12123/97 

368 41 94 31 2 Room-2 B Closet Wnll Intact Drywall Other 0.69 ± 0.57 POS 4.4 ± 2.0 4.4 ± 2.0 10.0 12123197 

369 41 95 31 2 Room-2 C Closet Wldl Intact Drywall Other 0.61 ± 0.42 NEG 0.4 ± 0.9 06 ± 0.4 10.0 12123/97 

370 41 96 31 2 Room-2 D Closet WIlli Intact Drywall Other 1.42 ± 0.54 POS 1.5 ± 0.9 1.4 ± 0.5 5.4 12123/97 

371 41 97 31 2 Room-2 D Closet Door Intact Wood Beige 046 ± 0.55 NEG 0.4 ± 0.7 05 ± 0.6 65 12123/97 

372 41 98 31 2 Room-2 A Closet Jamb Intact Wood Beige 0.47 ± 0.44 NEG 1.0 ± 0.7 05±04 6.2 12/23/97 

373 41 99 31 2 Room-2 A Closet Shdf Intact Wood Beige 0.00 ± 0.10 NEG -1.3±1.4 O.O± 0.1 10 12123/97 

374 41 100 31 2 Room-2 A Closet Pipes Intact Metal Beige 0.25 ± 0.15 NEG 0.9 ± 0.7 0.3 ± 0.2 3.8 12123/97 

375 41 101 31 2 Room-2 A Closet Baseboard Intact Wood Beige 0.35±0.78 POS 26 .. S± 7.4 26.5± 7.4 7.3 12123/97 

376 41 102 31 2 Shutter Cal-! Calibrate Calibrate O.OO± 0.00 0.0 ± 0.0 O.O± 0.0 00 12123197 

377 41 103 31 2 Calibrate-l Clilibrate Calibrate 1.11 ± 0.14 POS 1.4 ± 0.8 1.1 ± 0.1 1.1 12123/97 

378 41 104 31 2 Calibrate-2 Clllibrate Calibrate 1.11 ±0.14 POS 1.2 ± 0.7 1.1 ± 0.1 1.1 12123/97 

379 41 105 31 2 Calibrate-3 Clllibrate Calibrate 1.00 ± 0.13 POS 0 .. 9 ±0.8 1.0 ± 0.1 1.0 12123197 

380 41 106 31 2 Calibrate-4 Clllibrate Calibrate 1.02 ± 0.24 POS 0.7±0.8 1.0±0.2 2.3 12123197 

381 41 107 31 2 Room-3 A Wall WIlli Intact Drywall Beige 0.12±0.38 POS 8 .. 3±2.8 8.3±2.8 5.8 12123197 

382 41 108 31 2 Room-3 B Wall WIlli Intact Drywall Beige 0.29±0.65 POS 8 .. 5±3.0 8.5±3.0 6.3 12/23197 

383 41 109 31 2 Room-3 C Wall Willi Intact Drywall Beige 0.1R±0.66 POS 6 .. 5±2.2 6.5±2.2 3.7 12123197 

384 41 110 31 2 Room-3 D Wall Willi Intact Drywall Beige 0.74 ± 0.57 POS 4 .. 6 ± 1.7 4.6:1: 1.7 10.0 12123197 

385 41 III 31 2 Room-3 C Wlindow-l Salib Peeling Wood Beige 0.67 ± 0.61 POS 12.8:1:3.4 12.8 ± 3.4 10.0 12123/97 

386 41 112 31 2 Room-3 C Wlindow-l Casing Peeling Wood Beige 0.27*- 0.10 POS 16 .. 8:1: 5.5 16.8:1: 5.5 7.0 12123/97 

387 41 113 31 2 Room-3 D Door-2 Door Peeling Wood Beige 0.D3 ± 0.26 NEG 0.3 ± 0.8 0.0 ± 0.3 1.7 12123197 

388 41 114 31 2 Room-3 D 1)00r-2 Casing Peeling Wood Beige 0.87 ± 0.70 POS 7.5 ± 2.4 7.5 ± 2.4 10.0 12123197 

389 41 115 31 2 Room-3 A Wall Baseboard Peeling Wood Beige 0.34 ± 0.62 POS 6.5:1:2.5 6.5± 2.5 7.1 12123197 

390 41 116 31 2 Room-3 A Floor Floor Intact Wood Varnish OOO±O.IO NEG -04 ± l.l 0.0 ± 0.1 1.0 12123/97 

391 41 117 31 2 Room-3 A Closet Wnll Intact Urywall Beige 0.89 ± 0.71 POS 7.8 ± 2.2 7.8± 2.2 10.0 12123197 

391 41 118 31 1 Room-3 B Closet Wnll Intact Drywall Beige 0.09±0.10 POS 18.8 ± 7.3 18.8±7.3 3.2 12123197 

393 41 119 31 2 Room-3 C Closet Wnll Intact Urywall Beige 0.83 ± 0.73 POS 8.4±2.8 8.4± 2.8 10.0 12/23/97 

394 41 120 31 2 Room-3 D Closet Wnll Intact Urywall Beige 1.33 ± 1.04 POS 8.3±2.2 8.3 ± 2.2 10.0 12/23/97 

195 41 121 31 2 Room-3 D Closet-! Door Intact Wood Beige 0.04 ± 0.43 NEG -1.4± \.6 0.0 ± 04 18 12/23/97 

196 41 122 31 2 Room-3 A C1oset-l Jamb Intact Wood Beige 1.04 ± 0.90 POS 4.7 ± 1.9 4.7 ± 1.9 9.6 12/23197 

197 41 123 31 2 Room-3 A Closet-l Baseboard Intact Wood Beige 0.60± 1.53 POS 42.0 ± 9.3 42.0± 9.3 6.0 12123197 

198 41 124 31 2 Room-3 B Closet-Upr ShIM Intact Wood Beige o 02± 0.10 NEG -0.4 ± 1 2 O.O± 0 I 3.3 12123/97 

199 41 125 31 2 Room-3 B Closet-Lwr Shdf Intact Wood Beige 0.04 ± 0 36 NEG 0.3 ± 0 8 00±04 2.1 12/23197 

100 41 126 31 2 Room-3 C Elect-Conduit-Lwr Electrical·Cond Intact Metal Beige O.IO± 0.10 NEG 0.9 ± 0 8 01 ± 0.1 14 12123197 

'01 41 127 31 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0.0 00 ± 0.0 0.0 12123/97 

'02 41 128 31 2 Calibrate-l Clilibrate Calibrate 1.02 ± 0.14 POS 2.0 ± 0.7 1.0:1: 0.1 1.1 12/23197 

03 41 129 31 2 Calibrate-2 Clllibrate Calibrate LOS ± 0.25 PO .. nQ-,-OIl 
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Original Reading 
10.20 
0.10 
0.20 
0.20 
0.10 
0.40 
0.00 
0.30 
7.70 
0.30 

19.50 

19.50/10 = 1.95 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
7.70 8.95 
0.20 0.15 
0.10 0.15 
0.10 0.15 
0.40 0.25 
0.40 0.40 
0.00 0.00 
0.30 0.30 
8.70 8.20 
0.50 0.40 

18.40 18.95 

18.40/ 10 = 1.84 

Absolute Difference = 1.84 - 1.95 = 0.11 

147.8825 x 0.0072 = 1.064754 
1.064754 + 0.032 = 1.096754 
Square Root of 1.096754 = 1.047260 

Squared 
80.1025 
0.0225 
0.2225 
0.0225 
0.0625 
0.1600 
0.0000 
0.0900 

67.2400 
0.1600 

147.8825 

C = 147.8825 
D = 1.064754 
E = 1.096754 
F = 1.047260 1.047260 x 1.645 = 1.7227 (Retest Tolerance Limit) 

Retest Tolerance Limit = 1.7227 

0.11 < 1.7227 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root of E. Call this quantity F. 
7. lvlultiply F by 1.645. The result is the Retest Tolera..~ce Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
piOcedUie should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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Quarters 763, Quality Evaluation Retest 
J nuu I us'" I 

Charleston Naval Complex 
Site: 41 Da.te: 12123/97 

Ranges (NEG<INC<POS): Device PCS 

No Site XU~o IlDsp Fir Room Side Strc Feat Cnd Sub Clr PbL(mg/cm·') RES PbK Combined Note 
I 130 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 00 ± 0.0 0.0 ± 0.0 
2 41 131 3 Calibrate-l Calibrate Calibrate 1.04 ± 0.14 POS 0.4 ± 0.8 1.0 ± 0.1 
3 41 132 3 Clllibrate-2 Calibrate Calibrate 1.65 ± 0.53 POS 2.0 % 1.2 1.7± 0.5 
4 41 13.3 3 Cillibrate-3 Calibrate Calibrate 1.01 ± 0.23 POS 1.3 ± 0.7 1.0± 0.2 
5 41 13., 3 2 iRoom-l A Closet Wall Intact Drywall Beige 0.91 ± 0.79 POS 7.7 % 3.1 7.7± 3.1 291 
6 41 135 3 2 Room·1 C Closet Door Intact Wood Beige 0.21 ±0.46 NEG 0.3 ± 0.8 0.2 ± 0.5 297 
7 41 136 3 2 Room·1 C Door-3 Door Intact Wood Beige 0.14 ± 0 45 NEG 00 ± 1.0 01 ± 0.5 289 
8 41 137 3 2 Room·1 C Elec-conduit Ele,;trical-Cond Intact M(:tal Beige 0.14±0.1O NEG 0.7 % 1.0 01 ± 0.1 300 
9 41 138 3 2 Hall-3 C Stairs Newal-Post Intact Wood Beige 0.42 ± 0.43 NEG -04% 1.0 04 ± 0.4 329 
10 41 139 3 2 Hall-3 C Stairs lR.ail-CElp Intact Wood Black 0.35 ± 0.19 NEG 0.1 ± 1.0 0.4 ± 0.2 322 
II 41 1410 3 2 Hall·3 C Stairs Baseboard-Ins Intact Wood Black 0.03:l: 0.10 NEG 1.0:1: 0.6 0.0 ± 0.1 333 
12 41 141 3 2 Bath-2 A Door· I Door Intact Wood Beige 0.25 ± 0.22 NEG 0.9:1: 0.6 0.3± 0.2 341 
13 41 142 3 2 Bath-2 B Window-l Sash Peeling Wood Beige 1.00 ± 1.67 POS 8.7 % 2.7 8.7:1: 2.7 339 
14 41 143 3 2 Bath-2 B Window-I Casing Peeling Wood Beige 0.51 ± 0.53 NEG 0.9:1: 0.7 0.5:1: 0.5 340 
17 146 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0:1:0.0 O.O± 0.0 
18 41 147 3 Cillibrate-l Calibrate Calibrate 1.42 % 0.24 POS 1.1 % 1.6 1.4± 0.2 
19 41 148 3 Cal i brate-2 Calibrate Calibrate 0.95 ± 0.12 NEG 02 ± 0.8 1.0 ± 0 I 
20 41 149 3 Calibrate-3 Calibrate Calibrate 085 ± 0.19 NEG 09 ± 0.7 0.9 ± 0 2 
21 41 150 3 Calibrate-4 Calibrate Calibrate 0.97 ± 0.23 NEG 0.6 ± 0 8 1.0 ± 0 2 
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Fieid Sampiing Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters 763, 1451 Avenue H, Charleston Naval Camp/ex, 

Charleston SC 

I Dimensions i 
Ie: e:llrf:ar ... -- -_ .. _-- of the sample Sample Surface smooth and Area Total Lead 

Number Room Type cleanable? area (inches (fe) Found x inches) 
NBCI 

1ST Floor, Floor-
atrs 763 Yes 12 x 12 1 151.40 
001 

Room-1 000r-3 

NBCI 
1ST Floor, Floor- Yes 

atrs 763 12 x 12 1 3.20 
002 

Hall-2 000r-2 

NBC! ~ST .-. ___ r"""1 ___ 

atrs 763 
l-rlUUI, rluul-

Yes 12 x 12 1 5.90 
003 

Kitchen 000r-1 

NBCI 
1ST Floor, Window-2 

atrs 763 Yes 3.25 x 30.5 0.688 7.20 
004 

Kitchen Sill 

NBC! 2ND Floor, Window-3 
atrs 763 Yes 2 x32 0.444 1108.00 
005 

Room-2 Sill 

NBC! 2ND Floor, Window-1 
Qtrs 763 - r -'" Yes 2 x 32 0.444 476.80 

1

006 
Koom-3 

. ,,-...;. 
2!.!!:: Floor, Floor -

atrs 763 Yes 12 x 12 1 1210.40 
007 

Room-3 Door-4 

NBC! 
atrs 763 Blank N/A N!A N/A N/A -7.50 
008 

i Measure to the nearest 1!8 inch. 

HUD standards: 1 00 ~gltf (floors), 500 J..L9/fe (interior window sills), 800 ~gltf (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 12/23/97 

Table 36-b, Field Sampling Form for Dust 
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~ ... e:lllt nf I :ah . ,--_ ... _. ---
Analysis 
(~gl ft2) 

151.40 

3.20 

5.90 

10.47 

2495.50 

1073.87 

1210.40 

<Detectable 



Quarters 763, A Samples 
Charleston Naval. Complex 

Site 41, Date: 10/15/97 

Thin Page 1 

No Site XLNo Insp Fir Room Side Stre Feat Ph ± Pree 
5 41 136 6 Calibrate-l Calibrate Calibrate 3363.20 ± 63.80 
10 41 141 6 1 Room-l 0 Floor Floor 151.40± 25.30 
15 41 146 6 1 Hall-2 0 Floor Floor 3.20 ± 20.80 
20 41 151 6 1 Kitchen A Floor Floor 5.90 ± 21.20 
25 41 156 6 1 Kitchen C Window Stool 7.20± 18.00 
30 41 161 6 2 Room-2 D Window Stool 1108.00± 39.40 
35 41 166 6 2 Room-3 D Window Stool 476.80 ± 30.10 
40 41 171 6 2 Room-3 D Floor By Door-4 1210.40 ± 39.70 
45 41 176 6 Blank Blank -7.50 ± 21.10 
50 41 181 6 Calibrate-l Calibrate Calibrate 3654.40 ± 68.30 

Table 36-c, XRF Field Data Sheets for Uust Samples 



Bulk Page 1 
Quarters 763, Soil Samples 
Charleston Naval Complex 

Site: 44 Date: 5/6/98 

No Site XLNo Insp Room Side Strc Feat Pb ± Prec 
1 44 202 31 Calibrate-low 19.9± 22.3 
2 44 203 31 Calibrate-Med 56.6 ± 24.1 
3 44 204 31 Dripline D 5609.6 ± 193.4 
4 44 205 31 Playarea A barespot 483.2 ± 55.1 
5 44 206 31 Dripline C 1308.8 ± 84.5 
6 44 207 31 Calibrate-low 6.7 ± 20.8 
7 44 208 31 Calibrate-Med 27.5 ± 24.3 

Table 36-d, XRF Field Data Shelets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

37.0 Quarters M-5 

Qua..'1ers ~,.1=5, 804 ~Y1arine Avenue, is a t\vo=stor'j, \vood=framed housew This structure is 

approximately 2,381 square feet in size including the garage and porch areas. The first and second 

floors consist of hardwood strip flooring. The walls and ceilings are wood-framed and covered with 

drywall. Exterior siding is transite (assumed asbestos) and the roof is asphalt shingle. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

Since Quarters M-5 was the only housing unit where the main entry does not face the street, the 

front entrance was labeled as the "A" side to match the lettering/numbering of all other housing 

units of this style. 

From 1 0 March 1998 to 11 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters M-S. Quarters M-S was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

37.1 Identification of Lead in Quarters M-S: 

Three hundred ninety-six XRF samples and calibrations were taken in Quarters M-S. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 37-a contains LBP sampling results for 

Quarters M-S and the quality evaluation retest and results. Eight dust samples were taken from 

various locations throughout the building. Three soil samples were taken from separate locations 

outside the building. Dust and soil samples were taken for informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters M-S: 
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Quarters M-5 Positive Results for Lead-Based Paint 
Fir Room Side Stre Feat Cnd Sub Clr RES Combined 

(mg/cm') 

1 Bath-1 C Window Sash Intact Wood Beige POS 2.0 ±0.7 
1 Garage InSide C Rack Ovrhd Intact Wood White POS 2.4 ±0.7 
1 Hall-1 A Wall Wall Intact Wallpaper Beige POS 1.2 ±0.5 
1 Hall-1 C Ceiling Ceiling Intact Drywall Beige POS 1.1 ±0.4 
1 Hall-1 0 Wall Wall Intact Wallpaper Beige POS 1.2 ±0.5 
1 HaU-3 A \1\1 ... 11 II"". \1\1_11 I_"_~ n ........... 11 

0_: __ 
nl"\e> . ., '" ~ ""Gill-V...,' VVClIl "llCl"" LJIYVVC:lfI Og,~'C' rv~ I." I.V.;J 

1 Hall-3 B Wall-Upr Wall Intact Drywall Beige POS 1.2 ±0.8 
1 Hall-3 0 Wall-Upr Wall Intact Drywa!! Beige POS 1.4 ±O.? 
1 Kitchen C Window-2 Sash Intact Wood Beige POS 1.6 ±0.5 
1 Outside B Window Sash-Ext Intact Wood White POS 9.7 ±2.0 
1 Outside B Window Casing Intact Wood White POS 11.8 ±2.3 
1 Outside B House Facia Intact Wood White POS 22.4 ±2.9 
1 Outside B House Soffit Intact Wood White POS 16.5 ±2.8 
1 Outside-1 A Roll-Up Dr Casmg Intact Wood White POS 2.9 ±D.9 
1 Porch Outside A Window Screen-sash Intact Wood Green POS 6.1 ±1.8 
1 Porch Outside A Porch-1 Columns Intact Wood White POS 13.9 ±2.7 
1 Porch Outside A Porch-1 Trim-Lwr Intact Wood White POS 17.1 ±3.0 
1 Porch Outside A Porch-1 Trim-Upr Intact Wood White POS 12.3 ±2.7 
1 Porch Outside 0 Porch-2 Trim-Lwr Intact Wood White POS 16.1 ±2.8 
1 Porch Outside 0 Poreh-2 Columns Intact Wood White POS 19.0 ±3.0 
1 Porch-1 A Porch-1 Columns Intact Wood White POS 14.1 ±5.1 
1 Porch-1 A Porch-1 Lattice Intact Wood White POS 5.3 ±2.1 
1 Porch-1 A Door-1 Casing Intact Wood White POS 12.3 ±3.4 
1 Porch-1 B Wall Wall Intact Masonite White POS 7.0 ±4.4 
1 Porch-1 C Porch Ceiling Intact Wood White POS 12.4 ±2.6 
1 Porcn-1 D o .... _&.. T .. : II_- Intact 

\AI __ .,( \1\fI. •• :,,_ ..,1"\<' "" run,,1l 111I11-U",11 VVUUU VVIIiLC rvu L.U 1:;U. I 

1 Porch-1 0 Door-3 Door Intact Wood White POS 4.9 ±4.6 
1 Porch-1 D Ooor-3 Casing Intact Wood White POS 1.3 ±O.1 
1 Porch-1 0 Wall Wall Intact Masonite White POS 1.4 ±3.9 
1 Porch-2 B Porch Trim-Upr Intact Wood White POS 16.8 ±5.9 
1 Porch-2 B Door-1 Door Intact Wood White P~S 7.9 ±3.1 
1 Porch-2 B Door-2 Door Intact Wood White P~S 8.0 ±3.1 
1 Porch-2 B Door-2 CaSing Intact Wood White P~S 8.8 ±3.? 
1 Porch-2 B Door-2 Crown-mold Intact Wood White P~S 10.0 ±3.3 
1 Porch-2 B Door-4 Casing Intact Wood Green P~S 11.0 ±3.4 
1 Porch-2 B Wall Wall Intact Masonite White P~S 4.3 ±2.0 
1 Porch-2 C Porch-2 Ceiling Intact Wood White POS 13.1 ±2.6 
1 Porch-2 0 Porch Columns Intact Wood White POS 14.9 ±S.8 
1 Porch-2 0 Porch Lattice Intact Wood White P~S 9.3 ±3.S 
1 Room-1 A Wall-Upr Wall Intact Drywall Beige POS 1.7 ±1.2 
1 Room-1 A Window-1 Sash Intact Wood Beige P~S 1.4 ±O.S 
1 Room-1 B Wall-Upr Wall Intact Drywall Beige P~S 1.5 ±O.8 
1 Room-1 B Wall-Lwr Wall Intact Wood Beige POS 2.2 ±1.6 
1 Room-i C Waii-Upr Waii intact LJrywaii fjeige pOs 1.0 ±0.7 
1 Room-1 C Wall Wall-Rgstr Intact Metal Beige P~S 3.3 ±1.2 
1 Rcom=1 C f".ftil ....... ,.... ....... ;li ....... I .......... r"\_ ........ 11 

D ... : __ 
!">I"\CO • 0 ,,, .. 

V .... IIIII~ V'll;illll'~ lIu.a~ Lllynall U1:I\:It,;; rv.;> 1.0 IV. I 

1 Room-1 C Ceiling Crown-mold Intact Wood Beige P~S 1.1 ±0.3 
1 Room-1 0 Wall-Lwr Wall Intact Wood Beige POS 1.4 ±1.0 
1 Room-2 C Wall-Upr Wall Intact Drywall Beige POS 1.1 ±D.7 
1 Room-2 C Ceiling Ceiling Intact Drywall Beige POS 2.0 ±1.0 
1 Room-2 0 Wall Wall-Rgstr Intact Metal Beige POS 1.6 ±0.1 
1 Room-3 C Ceiling Ceiling Intact Drywall Beige POS 1.0 ±O.4 
1 Room-3 C Ceiling Crown-mold Intact Wood Beige POS 1.2 ±0.3 
1 Room-3 C Wall-Lwr Wall Intact Wood Beige POS 1.1 ±0.6 
1 Room-3 C Window-1 Sash Intact Wood Beige POS 2.1 ±0.8 
2 Bath-2 B Window Sash Intact Wood Beige POS 3.1 ±1.0 
2 Bath-3 C Window Sash Intact Wood Beige POS :to ±0.8 
2 Hall-4 A Wall-Upr Wall Intact Drywall Beige POS 1.6 ±O.S 
2 Hall-4 A Wall-Lwr Baseboard Intact Wood Beige POS 3.3 ±1.0 
2 Hall-4 A Cabinet Wall Intact Wood Beige POS ·1.4 ±D.4 
2 Hall-4 A Overhead Fan Casing Intact Metal Beige POS 1.8 ±D.8 
2 Hall-4 A Door Ovrhd-Door Intact Wood Beige POS 1.8 ±O.4 
2 Hall-4 B Wall-Lwr Wall Intact Wood Beige POS 1.2 ±D.? 
2 Hall-4 B Closet Wall Intact Drywall Beige P~S ~.7 ±0.6 
2 Hall-4 C Wall-Upr Wall Intact Drywall Beige POS {.3 ±D.S ,., LJ_II .oil ,.. "1- __ .L , .. ,_" • L_ L - .. - . --- . . - -I L nall-+ vIU~t" inIaC! 1.1 ±U.j VV311 urywall 
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Quarters M-5 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mglcm2) 

2 Hall-4 C Closet Ceiling Intact Drywall Beige POS 1.3 ±0.3 
2 Room-1 A Wall-Upr Wall Intact Drywall Beige POS 1.6 ±0.4 
2 Room-1 A Window Sash Intact Wood Beige POS 1.5 ±0.3 
2 Room-1 A Wall Chair-rail Intact Wood Beige POS 2.3 +0.6 
2 Room-1 B Wall-Upr Wall Intact Drywall Beige POS 1.2 ±0.5 
2 Room-1 B Wall-Lwr Wall Intact Wood Beige POS 1.2 ±0.8 
2 Room-1 C Wall-Upr Wall Intact Drywall Beige POS 1.4 ±0.5 
2 Room-1 C Ceiling Intact Drywall Beige POS 2.0 ±0.7 
2 Room-2 A Wall-Lwr Wall Intact Wood Beige POS 1.2 ±0.6 
2 Room-2 A Wall-Upr Wall Intact Drywall Beige POS 1.3 ±0.7 
2 Room-2 A Window Sash Intact Wood Beige P~S 1.8 ±O.4 
2 Room-2 A Closet Wall Intact Drywall Beige POS 1.3 ±0.4 
2 Room-2 B Wall-Lwr Wall Intact Wood Beige POS 1.5 ±0.7 
2 Room-2 B Wall-Upr Wall Intact Drywall Beige POS 1.6 ±0.5 
2 Room-2 C Wall-Lwr Wall Intact Wood Beige POS 1.2 ±0.7 
2 Room-2 C Wall-Upr Wall Intact Drywall Beige POS 1.1 ±0.6 
2 Room-2 C Closet Wall Intact Drywall Beige POS 1.0 ±0.4 
2 Room-2 C Ceiling Ceiling Intact Drywall Beige POS 1.6 ±0.6 
2 Room-2 C Ceiling Crown-mold Intact Wood Beige POS 1.3 ±0.5 
2 Room-2 D Wall-Upr Wall Intact Drywall Beige POS 1.3 IO.7 
2 Room-3 A Wall-Lwr Wall Intact Wood Beige POS 1.3 ±0.4 
2 Room-3 A Closet Wall Intact Drywall Beige POS 1.3 ±0.4 
2 Room-3 B Wall-Lwr Wall Intact Wood Beige POS 1.0 ±0.4 
2 Room-3 B Closet Wall Intact Drywall Beige POS 1.0 ±0.3 
2 Room-3 C Wall-Upr Wall Intact Drywall Beige POS 1.0 ±0.4 
2 Room-3 C Wall-Lwr Wall Intact Wood Beige POS 1.3 ±0.4 
2 Room-3 C Closet Wall Intact Drywall Beige POS 1.9 ±0.8 
2 Room-3 C Ceiling Ceiling Intact Drywall Beige POS 2.0 ±0.7 
2 Room-3 C Ceiling Crown-mold Intact Wood Beige POS 3.8 ±1.1 
2 Room-3 C Closet Ceiling Intact Drywall Beige POS 1.2 ±0.3 
2 Room-3 D Wall-Upr Wall Intact Drywall Beige POS 1.1 ±0.5 
2 Room-3 D Closet I Wall Intact Drywall Beige POS 14 ±0.4 
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XRF Field Data Sbeets 



Pamt Page I 
Quarter!: M-5, L,ead-Based Paint Survey 

Charleston Naval Comple~ 
Site: 42: Date: 3/11/98 

lRanges {NEG<INC<POS): Device pes 

No Site XLNo Insp FIr Room Side Stre .'eat Cnd Sub ('Ir I'bL(mg!cm') RES Pbl{ Com boned III Date Note 
I 42 I 6 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0 00 OO±OO 00 ± 0.0 0.0 3/10/98 
2 42 2 6 2 Calibrate-l Calibrate Calibrilte 0.99 ± 0.13 POS 0.5±0.5 1.0 ± 0.1 1.0 3/10198 
3 42 3 6 2 Calibrate-2 Calibrate Calibrate 097±021 NEG 0.5 ± 0 5 1.0 ± 0 2 2 I 3/10/98 
4 42 4 6 2 Room-l A Wall-Upr Wall Intact Drywall Beige 0.71 ± 0.45 POS 1.6 ± 0.4 1.6 ± 0.4 10.0 3/10/98 
5 42 5 6 2 Room-l B Wall-Upr Wall Intact Drywall Beige 1.06 ± 0.71 POS 1.2 ± 0.5 1.2 ± 0.5 10.0 3/10/98 
6 42 6 6 2 Room-l C Wall-Upr Wall Intact Drywall Beige 1.03 ± 0.74 POS 1.4 ± 0.5 1.4 ± 0.5 8.9 3110198 
7 42 7 6 2 Room-I 0 Wall-Upr Wall Intact Drywall Beige 038 ± 0.46 NEG 1.0 ± 0 5 0.4 ± 0.5 67 3/10198 
8 42 8 6 2 Room-I 0 Wall-Lwr Wall Intact Wood Beige 0.74 ± 0.46 NEG 04 ± 0.4 0.7 ± 0.5 6.2 3110/98 
9 42 9 6 2 Room-I A Wall-Lwr Wall Intact Wood Beige 0.84 ± 0.54 NEG 1.0 ± 0 3 1.0 ± 0.3 10.0 3/10198 
10 42 10 6 2 Room-I B Wall-Lwr Wall Intact Wood Beige 1.24 ± 0.83 POS 0.6±0.5 1.2 ± 0.8 10.0 3/10198 
1\ 42 II 6 2 Room-I C Wall-Lwr Wall Intact Wood Beige 025 ± 0.32 NEG 0.8 ± 0 4 0.3 ± 0.3 7.7 3/10/98 
12 42 12 6 2 Room-I A Window Casing Intact Wood Beige o 19± 0.26 NEG 0.3 ± 0.6 0.2 ± 0.3 2.6 3/10198 
13 42 13 6 2 Room-I A Window Sash Intact Wood Beige 0.49 ± 0.21 POS 1.5±0.3 1.5± 0.3 5.0 3/10198 
14 42 14 6 2 Room-I A Wall Chair-rail Intact Wood Beige 0.49 ± 0.37 POS 2.3 ± 0.6 2.3± 0.6 10.0 3110/98 
15 42 15 6 2 Room-I 0 Wall Baseboard Intact Wood Beige 001±017 NEG 01±06 0.0 ± 0.2 1.0 3/10/98 
16 42 16 6 2 Room-I B Door Door Intact Wood Beige 009±0.14 NEG -0.3 ± 0.7 0.1 ± 0.1 1.3 3/10/98 
17 42 17 6 2 Room-I B Door Casing Intact Wood Beige 009 ± 0 20 NEG 0.2 ± 0.5 0.1 ± 0.2 23 3/10/98 
18 42 18 6 2 Room-I C Door Door Intact Wood Beige 012 ± 0.22 NEG -0.2 ± 0 7 01 ± 0.2 19 3/10198 
19 42 19 6 2 Room-I C Door Casing Intact Wood Beige 0.15 ± 0.18 NEG -0.3 ± 0.6 0.2 ± 0.2 2.2 3/10/98 
20 42 20 6 2 Room-I A Closet Door Intact Wood Beige 004±0.15 NEG -0.2 ± 07 00±02 13 3/10/98 
21 42 21 6 2 Room-I A Closet Casing Intact Wood Beige 0.10 ± 0.23 NEG -03±0.7 01 ± 0.2 1.7 3/10/98 
22 42 22 6 2 Room-I C Closet Shelf Intact Wood Beige 016±028 NEG 0.0±06 0.2 ± 0 3 2.6 3/10/98 
23 42 23 6 2 Room-I C Closet Baseboard Intact Wood Beige 0.D2 ± 013 NEG 0.1 ± 0.6 00±01 1.0 3/10/98 
24 42 24 6 2 Room-I C Closet Wall Intact Drywall Beige 007 ± 0.45 NEG 0.0 ± 0.7 0.1 ± 0 5 2.6 3/10/98 
25 42 25 6 2 Room-I 0 Closet Wall Intact Drywall Beige 0.08 ± 0 25 NEG 00 ± 0.6 0.1 ± 0 3 2.4 3/10198 
26 42 26 6 2 Room-I A Closet Wall Intact Drywall Beige o 10±0.30 NEG 03 ± 0.7 01 ±0.3 24 3/10/98 
27 42 27 6 2 Room-I B Closet Wall Intact Drywall Beige 0.07 ± 0 21 NEG -0 I ± 06 0.1 ± 0.2 2.1 3110198 
28 42 28 6 2 Room-I C Wall Coatrack-Kids Intact Wood Beige 003 ± 0.10 NEG -0.3 ± 0.5 O.O± 0 I 1.0 3/10/98 
29 42 29 6 2 Room-2 C Wall-Lwr Wall Intact Wood Beige 1.16 ± 0.69 POS 0.7 ± 0.5 1.2 ± 0.7 7.6 3/10/98 
30 42 30 6 2 Room-2 B Wall-Lwr Wall Intact Wood Beige 093 ± 0 44 NEG 08 t 0.5 0.9 ± 0 4 5.3 3/10/98 
31 42 31 6 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 1.22 ± 0.56 POS 1.1 ± 0.5 1.2 ± 0.6 6.4 3/10/98 
32 42 32 6 2 Room-2 B Wall-Lwr Wall Intact Wood Beige 1.52 ± 0.68 POS 1.2 ± 0.4 1.5 ± 0.7 7.1 3110198 
33 42 33 6 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 1.25 ± 0.67 POS 1.0 ± 0.5 1.3 ± 0.7 7.9 3/10/98 
34 42 34 6 2 Room-2 B Wall-Upr Wall Intact Drywall Beige 1.33 ± 0.71 POS 1.6±0.5 1.6 ± 0.5 8.1 3/10/98 
35 42 35 6 2 Room-2 C Wall-Upr Wall Intact Drywall Beige 1.10± 0.60 POS 1.3 ± 0.5 1.1 ± 0.6 7.4 3/10/98 
36 42 36 6 2 Room-2 D Wall-lipr Wall Intact Drywall Beige 1.27 ± 0.66 POS 0.5±0.5 1.3 ± 0.7 7.7 3/10198 
37 42 37 6 2 Room-2 0 Wall Chair-mil Intact Wood Beige 0.00 ± 0.15 NEG 0.2 ± 0.6 0.0 ± 0.2 1.0 3110/98 
38 42 38 6 2 Room-2 0 Wall Baseboard Intact Wood Beige 048 ± 0.46 NEG 06±04 05±0.5 63 3/10/98 
39 42 39 6 2 Room-2 A Window Casing Intact Wood Beige 023 ± 0 23 NEG -0.2 ± 04 02±02 3.7 3110/98 
40 42 40 6 2 Room-2 A Window Sash Intact Wood Beige 0.58 ± 0.49 POS 1.8 ± 0.4 1.8 ± 0.4 6.5 3/10198 
41 42 41 6 2 Room-2 C Door Door Intact Wood Beige 020 ± 0.18 NEG 0.1 ± 0.4 02±02 2.7 3/10/98 
42 42 42 6 2 Room-2 C Door Casing Intact Wood BeIge 0.21±023 NEG -0.2 ± 0 5 0.2 ± 0.2 2.9 3110/98 
43 42 43 6 2 Room-2 C Closet Door Intact Wood BeIge 007 ± 0 20 NEG 0.1 ± 0.5 0.1 ± 0.2 1.8 3/10/98 
44 42 44 6 2 Room-2 C Closet Casing Intact Wood Beige 0.Q7 ± 0 27 NEG -0 I ± 0 6 0.1 ± 0 3 20 3/10/98 
45 42 45 6 2 Room-2 C Closet Baseboard Intact Wood Beige 026 ± 0 44 NEG -0.3 ± 0.4 0.3 ± 0.4 5.6 3/10/98 
46 42 46 6 2 Room-2 C Closet Shelf Intact Wood Beige 006±0.14 NEG 0.0 ± I) 7 0.1 ± 0 I 12 3/10/98 
47 42 47 6 2 Room-2 A Closet Wall Intact Drywall Beige 1.30 ± 0.43 POS 1.1 ± 0.4 1.3 ± 0.4 4.8 3/10/98 
48 42 48 6 2 Room-2 B Closet Wall Intact Drywall BeIge 037±072 INCOM 01 ± 14 0.4 ± 0 7 26 3110/98 
49 42 49 6 2 Room-2 B Closet Wall Intact Drywall Beige 0.68 ± 0.29 NEG 0.4 ± 0 5 0.7 ± 0 3 40 3110/98 
50 42 50 6 2 Room-2 C Closet Wall Intact Drywall Beige 1.02 ± 0.37 POS 1.1 ± 0.4 1.0± 0.4 4.6 3/10/98 
51 42 51 6 2 Room-2 0 Closet Wall Intact Drywall Beige 0.82 ± 0.34 NEG 0.5 ± I) 5 0.8 ± 0 3 45 3/10/98 
52 42 52 6 2 Room-2 0 Floor Floor Intact Wood Varnish 001 ±028 NEG 0.2 ± 0 7 0.0 ± 0 3 10 3110/98 
53 42 53 6 2 Room-l 0 Floor Floor Intact Wood Varnish 000 ± 0.10 NEG -06 ± I) 8 00±01 10 3110/98 
54 42 54 6 2 Hall-4 0 Floor FloO! Intact Wood Varnish 0.00 ± 010 NEG -0.3 ± 0.7 OO±OI 10 3/10/98 
5S 42 55 6 2 Hall-4 A Wall-V"r Wall Intact Drywall Beige 1.28 ± 0.86 POS 1.6 ± 0.5 1.6 ± 0.5 10.0 3/10198 
56 42 56 6 2 Hall-4 B Wall-Upr Wall Intact Drywall Beige 091 ± 0.54 NEG 1.0 ± 0.5 09 ± 0.5 7.2 3/10/98 
57 42 57 6 2 Hall-4 C Wall-Upr Wall Intact Drywall Beige 1.27 ± 0.50 POS 1.5 ± 0.5 1.3 ± 0.5 5.8 3/10/98 
58 42 58 6 2 Hall-4 D Wall-Upr Wall Intact Drywall Beige 0.00 ± 0.16 NEG -0.9±07 00 ± 0.2 10 3/10/98 
59 42 59 6 2 Hall-4 D Wall-Lwr Wall Intact Wood Beige 049 ± 0 41 NEG 08 ± 0.4 05 ± 0.4 60 3110/98 
60 42 60 6 2 Hall-4 C Wall-Lwr Wall Intact Wood Beige 089 ± 060 NEG 0.6 ± 0 4 09±06 78 3/10/98 
61 42 61 6 2 Hall-4 B Wall-Lwr Wall Intact Wood Beige 1.23 ± 0.65 POS 0.7 ± 0.4 1.2 ± 0.7 7.4 3/10/98 
62 42 62 6 2 Hall-4 A Wall-Lwr Wall Intact Wood Beige 073 ± 0.21 NEG 10 ± 0.3 07±02 38 3/10/98 
63 42 63 6 2 lIall-4 A Wall-Lwr Basebonrd Intact Wood Beige 0.14 ± 0.65 POS 3.3 ± 1.0 3.3 ± 1.0 3.4 3/10/98 
64 42 64 6 2 Hall-4 A Wall-Lwr Chair-raIl Intact Wood Beige 018±014 NEG 03±03 0.3 ± 0 3 97 1/10/98 
65 42 65 ~ 2 Hall-4 B Door Door Intact Wood BeIge 0.16±023 NEG 01±05 0.2 ± 0 2 2 '0/98 
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66 42 66 6 2 Hall-4 B Dom Casing Intact Wood BeIge 0.0&±0.17 NEG -0.2 ± 0.7 01 ±O.2 1.5 3/10/98 

67 42 67 6 2 Hall-4 A Door Door Intact Wood Beige 019 ± 0 23 NEG -03 ± 0.5 0.2 ± 0 2 2.8 3/10/98 

68 42 68 6 2 Hall-4 A Door Casing Intact Wood Beige 0.07 ± 0.10 NEG -0.2 ± 0 7 01 ± 0 I 1.0 3/10/98 

69 42 69 6 2 Hall-4 A Cabinet Door-Ins Intact Wood Beige 005 ± 0.17 NEG -0.3 ± 0.6 0.1 ± 0.2 1.4 3/10/98 

70 42 70 6 2 Hall-4 A Cabinet Shelf Intact Wood Beige 0.02 ± 0.35 NEG -0.9 ± 0.7 0.0 ± 0.4 1.1 3/10/98 

71 42 71 6 2 Hall-4 A Cabinet Wall Intact Wood Be'ige 1.41 ± 0.38 POS 1.7 ± 0.5 1.4 ± 0.4 3.5 3/10/98 

72 42 72 6 2 Hal1-4 0 Clo:let Door Intact Wood Beige 0.1O±0.18 NEG -0.3 ± 0.6 0.1 ± 0.2 1.6 3/10/98 

73 42 73 6 2 Hall-4 0 Closet Casing Intact Wood Be:lge 0.06±0.10 NEG 0.4 ± 0.4 0.1 ±O.I 1.1 3/10/98 

74 42 74 6 2 Hall-4 B Closet Baseboard Intact Wood Beige 0.16 ± 0.25 NEG OO± 0.8 02 ± 0.3 2.1 3110198 

75 42 75 6 2 Hall-4 B Closet Shelf Intact Wood Beige 003 ± 0.13 NEG -05 ± 0 7 00±01 1.0 3/10/98 

76 42 76 6 2 Hal1-4 B Clo:le! Wall Intact Drywall Bdge 1.70± 0.60 POS 1.4 ± 0.7 1.7 ± 0.6 4.0 3/10198 

77 42 77 6 2 Hall-4 A Closet Wall Intact Drywall Be:ige 0.96 ± 0.26 NEG 1.\±05 1.0 ± 0.3 3.1 3/10198 

78 42 78 6 2 Hall-4 0 Closet Wall Intact Drywall Be:ige 1.03 ± 0.55 INCOM 1.3±08 1.0 ± 0.6 3.4 3/10/98 

79 42 79 6 2 Hall-4 0 CIOIet Wall Intact Drywall Beige 0.16± 0.21 NEG 0.0 ± 0.6 02 ± 0.2 2.1 3/10/98 

80 42 80 6 2 Hall-4 C Clo:let Wall Intact Drywall Be'ige 1.14 ± 0.26 POS 0.6± 0.5 1.1 ± 0.3 2.7 3/10198 

81 42 81 6 2 Hall-4 A Stairs Rail-cap Intact Wood Varnish 001 ± 0.10 NEG -0.6 ± 0.6 O.O±O.I 1.0 3110/98 

82 42 82 6 2 Hall-4 A Sta,irs Newal-post Intact Wood Be:ige 0.19 ± 0.43 NEG -0.6 ± 0.4 0.2 ± 0.4 5.5 3/10/98 

83 42 83 6 2 Hall-4 A Overhead Fan Overhead-Fan Intact Metal Be:ige 0.00 ± 0.15 NEG 02±06 00 ± 0.2 1.0 3/10/98 

84 42 84 6 2 Hall-4 A Overhe:ad Fan Casing Intact Metal Bdge 1.78 ± 0.76 POS 1.5 ± 0.5 1.8 ± 0.8 5.4 3/10/98 

85 42 85 6 2 lIall-4 A DO'Dr Ovrhd-Door Intact Wood Bdge 0.72 ±0.47 POS 1.8±0.4 1.8 ± 0.4 10_0 3/10198 

86 42 86 6 2 Shurter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 OO± 0.0 0.0 3/10/98 

87 42 87 6 2 Calibrate-l Calibrate Calihrate 1.06 ± 0.13 POS 0.8±0.4 1.1 ± 0_1 1.0 3/10198 

88 42 88 6 2 Calibrate-2 Calibrate Calibrate 0.99 ± 0.21 POS 0.2± 0.5 1.0 ± 0.2 2.1 3/10/98 

89 42 I 3 I Shutter Cal- I Cahbrate Calibrate O.OO± 0.00 O.O± 0.0 O.O±U.O 0.0 3/10/98 

90 42 2 3 I Calibrate-I Calibrate Calibrate 1.02 ± 0.13 POS 0.6 ± 0.7 1.0 ± 0.1 1.0 3110/98 

91 42 3 3 I Calibrate-2 Calibrate Calibrate o 79± 0.19 NEG 0.1 ± 0.8 0.8 ± 0 2 1.9 3110/98 

92 42 4 3 1 Calibrate-3 Calibrate Calibrate 1.13 ± 0.28 POS 0.6± 0.8 1.1 ± 0.3 2.5 3/10/98 

93 42 5 3 1 Calibrate-4 Calibrate Calibrate 1.00 ± 0.25 POS 1.1 ± 0.8 1.0 ± 0.3 2.3 3/10/98 

94 42 6 3 1 Room-I A Wall-,Upr Wall Intact Drywall Be,ige 1.71 ± 1.19 POS 1.0± 0.9 1.7 ± 11.2 10.0 3/10198 

95 42 7 3 1 Room-I B Wall.,Upr Wall Intact Drywall Be,ige 1.47 ± 0.84 POS 1.6 ± 0.8 1.5 ± 0.8 8.4 3/10/98 

96 42 8 3 1 Room-l C Wall··Upr Wall Intact Drywall Be,ige 1.04 ± 0.71 POS 1.4 ± 0.9 1.0 ± 0.7 10.0 3110/98 

97 42 9 3 I Room-I 0 Wall .. Upr Wall Intact Drywall Be:ige 0.73 ± 0.49 NEG 0.5 ± 0 9 0.7± U.5 6.2 3/10/98 

98 42 10 3 1 Room-I 0 Wall-Lwr Wall Intact Wood Be'ige 1.40 ± 0.96 POS 1.2 ± 0.7 1.4 ± 11.0 10.0 3/10198 

99 42 II 3 I Room-I C Wall·Lwr Wall Intact Wood Be:ige 0.71 ± 0.66 NEG 0.3 ± 0.7 0.7 ± 0.7 75 3/10/98 

100 42 12 3 I Room-l B Wall-Lwr Wall Intact Wood Be:ige 2.24 ± 1.62 POS 1.1 ± 0.8 2.2± 11.6 10.0 3/10/98 

101 42 \3 3 I Room-I A Wall·Lwr Wall Intact Wood Be:ige 0.85 ± 0.74 NEG 0.8 ± 0.7 0.9 ± 0.7 9.0 3/10/98 

\02 42 14 3 I Room-I A Wall Chair-rail Intact Wood Be:lge 0.74 ± 0.56 NEG 0.9± 07 0.7±O.6 6.5 3/10/98 

103 42 15 3 I Room-I A Wull Baseboard Intact Wood Be:ige 0.07 ± 0.39 NEG 0.2 ± 0 9 0.1 ± 0.4 3.0 3110/98 

104 42 16 3 I Room-I A Floor Floor Intact Wood Varnish O.OO±O.IO NEG -0.2 ± 1.3 O.O± 0.1 10 3/10/98 

105 42 17 3 I Room-I C Door-I Door Intact Wood Be:ige 0.17 ± 0.33 NEG -0.6 ± \.I 0.2 ± 0.3 3.0 3/10/98 

106 42 18 3 I Room-I 0 Door-2 Door Intact Wood Bc:ige 0.\3 ± 0.70 NEG -0.8 ± I 5 01 ±O.7 3.0 3/10/98 

107 42 19 3 I Room-I C Entrance Casing Intact Wood Be:ige 0.25 ± 0.65 NEG -0.6 ± 1.3 03 ± 0.7 5.3 3/10/98 

108 42 20 3 I Room-I A Window-I Stool Intact Wood Be:ige 0.06 ± 0.41 NEG 0.4 ± 0.8 01 ± 0.4 26 3/10/98 

109 42 21 3 1 Room-l A Window-I Sash Intact Wood Be:ige 0.53 ± 0.34 POS 1.4 ± 0.5 1.4 ± 0.5 10_0 3/10198 

110 42 22 3 I Room-I 0 Door-2 Casing Intact Wood Bc:ige 009±0.22 NEG -0.2± I 0 01 ±O.2 2.1 3/10/98 

III 42 23 3 I Room-I A Wall Wall-Rgstr Intact Metal Be:ige 0.23 ± 0 35 NEG 04 ± 0.9 0.2 ± 0.4 5.1 3/10/98 

112 42 24 3 1 Room-l C Willi Wall-Rgstr Intact Metal Be,ige 0.89:1: 0.62 POS 3.3 ± 1.2 3.3± 11.2 10.0 3/10/98 

113 42 25 3 I Mech-nn B Door Door Intact Wood Be:ige 0.09 ± 0.13 NEG 0.2 ± 1.0 0.1 ± 0.1 1.4 3/10/98 

114 42 26 3 I Mech-nn B Door Casing Intact Wood Beige 0.08 ± 0.10 NEG -0.6 ± 1.4 0.1 ±o I 9.3 3/10/98 

115 42 27 3 1 Hall-l A Willi Wall Intact Wallppr Be'ige 1.17 ± 0.50 POS 1.8 ± 0.8 1.2 ± 0.5 5.3 3/10/98 

1I6 42 28 3 I Hall-I B Wull Wall Intact Wallppr Be:ige OOO±O.lO NEG 01±09 O.O±O.I 1.0 3/10/98 

1I7 42 29 3 I Hall-I C Wall Wall Intact Wallppr Be:ige 0.08 ± 0.33 NEG -0.6± I 5 0.1 ± 0.3 4.4 3/10/98 

118 42 30 3 1 Hall-l D Willi Wall Intact Wallppr Beige 0.38±0.33 POS 1.2 ± 0.5 1.2 ± 0.5 7.4 3/10/98 

119 42 31 3 I Hall-I 0 Wall Baseboard Intact Wood Be:ige OOO±O 10 NEG -0.9 ± \.6 OO±OI 1.0 3/10/98 

120 42 32 3 I Hall-I A Door-I Door Intact Wood Beige 0.22 ± 0 39 NEG 02±10 02±O4 3.5 3/10/98 

121 42 33 3 I Hall-I A Door-2 Door Intact Wood Beige 019 ± 0.47 NEG 01 ± 10 02 ± 0.5 5.7 3110/98 

122 42 34 3 I Hall-I 0 Door-3 Casing Intact Wood Beige 0.Q3 ± 0.21 NEG -04 ± 13 00±O2 1.0 3/10/98 

123 42 35 3 I Porch-I 0 Porch Trim-Upr Intact Wood White OOO±O \0 INCOM 13 ± 2.1 OO±OI 10 3/10/98 

124 42 36 3 1 Porch-l 0 Porch Trim-Upr Intact Wood White 1.98 ± 0.10 POS 9.1 ± 5.5 2.0 ± 0.1 10.0 3110/98 

125 42 37 3 1 Porch-I A Porch Columns Intact Wood White 1.11 ± 0.10 POS 14.1;1, 5.1 14.1 ± S.1 10.0 3110/98 

126 42 38 3 I Porch-I A Porch Trim-Lwr Intact Wood White 0.02±0.10 NEG 03±09 OO±OI 1.0 3/10/98 

127 42 39 3 1 Porch-l A Porch Lattice Intact Wood White 0.52 ± 0.48 POS 5.3 ± 2.1 5.3 ± 2.1 10.0 3/10/98 

128 42 40 3 1 Porch-I A Door-I Casing Intact Wood White 1.14 ± 0.97 POS 12.3:1: 3.4 12.3 ± 3.4 10.0 3/10/98 

129 42 41 3 I Porch-I A Door-2 Door Intact Wood White 0.00 ± 0.10 NEG -0.7 ± 1.4 OO± 0.1 1.0 3/10/98 

\30 42 42 3 I Porch-I C Door-2 Casing Intact Wood White OOO±O.IO NEG 05±07 OO±OI 10 3/10198 

131 42 43 3 I Porch-l 0 Door-3 Door Intact Wood White »5.0± 1.00 POS 4.9 :1:4.6 4.9 ± '1.6 5.1 3/10/98 

132 42 44 3 I Porch-I 0 Door-3 Casing Intact Wood White 1.32 ± 0.10 POS 10.4 ± 3.3 1.3 ± 11.1 11l1l 1/11l/QIl 

133 42 45 I Porch-I A W"II 
n,_l1 
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134 42 46 3 I Porch-I B Wall Wall Int:oct Masonite White »5.0± 1.00 POS 7.0 ± 4.4 7.0 ± 4.4 5.2 3/10/98 
135 42 47 3 I Porch-I C Wall Wall Intact Masonite White 000±01O NEG 02±08 0.0 ± 0 I 10 3/10/98 
136 42 48 3 1 Porch-I D Wall Wall Int:oct Masonite White »5.0 ± 1.00 POS 1.4 ± 3.9 1.4 ± 3.9 9.2 3/10/98 
137 42 49 3 I Porch-I A Closet Door Intact Wood White 001 ± 0.27 NEG -07 ± I 2 0.0 ± 0.3 10 3/10/98 
138 42 50 3 I Porch-I A Door Casing Int:~ct Wood White o OO± 0.18 NEG ·1.0± 15 00±02 10 3/10198 
139 42 51 3 I Porch-I B Closet Baseboard Intact Wood White 000 ± 0.10 NEG o O± I I O.O±O I 10 3/1 0/98 
140 42 52 3 I Porch· I A Closet Wall Int:act Drywall White OOO±O.IO NEG 04 ± 0.8 00±01 10 3/10/98 
141 42 53 3 I Porch-I B Closet Wall Intact Drywall White 0.00 ± 010 NEG o I± I 0 O.O±O.I 1.0 3110/98 
142 42 54 3 I Porch-I C Closet Wall Intact Drywall White OOO±O.IO NEG 0.1±1.0 00±01 10 3/10/98 
143 42 55 3 I Porch-I 0 Closet Wall Intact Drywall White O.OO±O 10 NEG -0.5 ± I I 0.0 ± 0.1 1.5 3110/98 
144 42 56 3 I Room-2 A Wall-Upr Wall Intact Drywall Beige 000±010 NEG 06 ± 0.7 O.O±O.I 10 3/10/98 
145 42 57 3 I Room-2 B Wall-Upr Wall Int:act Drywall Beige OOO±O 10 NEG -0.3 ± 10 00±01 10 3/10/98 
146 42 58 3 I Room-2 C Wall-Upr Wall Intoct Drywall Beige 1.06 ± 0.73 POS 0.7 ± 0.9 1.1 ± 0.7 10.0 3/10198 
147 42 59 3 I Room-2 0 Wall-Upr Wall Int:act Drywall Beige 000 ± 0.10 NEG -03 ± 1.0 00±01 1.0 3/10/98 
148 42 60 3 1 Room-2 0 Wall-Lwr Wall Intact Wood Beige 0.27 ± 0 23 NEG 06±09 03 ± 0.2 10.0 3110/98 
149 42 61 3 I Room-2 C Wall-Lwr Wall Intact Wood Beige 074 ± 0.52 NEG 0.6 ± 0.7 07±OS 10.0 3/10/98 
150 42 62 3 1 Room-2 B Wall-Lwr Wall Intact Wood Beige OOO±O 10 NEG o o± 1.0 00±01 1.0 3/10/98 
151 42 63 3 1 Room-2 A Wall-Lwr Wall Intact Wood Beige O.OO± 010 NEG 0.3 ± 0.8 OO± 0.1 10 3/10/98 
152 42 <54 3 1 Room-2 A Wall Chair-rail Intact Wood Beige 013 ± 0.29 NEG 0.5 ± 0.8 0.1 ± 0.3 3.2 3/10/98 
153 42 65 3 1 Room-2 A Wall Baseboard Intact Wood Beige 012 ± 0.26 NEG 02 ± 0.8 0.1 ±0.3 6.4 3/10/98 
154 42 66 3 1 Room-2 A Door-I Door Intact Wood Beige OOO±O 18 NEG -1.0 ± 1.4 O.O± 0.2 1.0 3/10/98 
155 42 157 3 1 Room-2 0 Door-2 Door Intact Wood Beige 0.00 ± 0.17 NEG -0.7± 1.6 0.0 ± 0.2 1.0 3110/98 
156 42 68 3 I Room-2 0 Door-2 Casing Intact Wood Beige 000±010 NEG 02 ± 0.8 O.O±O.I 10 3/10/98 
157 42 159 3 1 Room-2 D Wall Wall-Rgstr Int.lct Metal Beige 1.57 ± 0.10 POS 3.9±4.0 1.6±0.1 10.0 3/10/98 
158 42 70 3 I Room-2 B Door Bulkhd-Dr Intact Wood Beige 0.06 ± 047 NEG -07 ± I 5 0.1 ± 0 S 23 3/10198 
[59 42 7\ 3 I Room-2 B Casing Bulkhd-Dr Int:act Wood Beige 003 ± 0 33 NEG -0.7 ± I 4 00 ± 0.3 23 3/10/98 
160 42 72 3 I Room-2 C Closet Door Intact Wood Beige 001±026 NEG -0.4 ± 1.3 00 ± 0.3 10 3/10/98 
161 42 '73 3 I Room·2 C Closet Casing Int.act Wood Beige 0.00 ± 0.10 NEG 00 ± 1.0 00 ± 0.1 10 3/10/98 
162 42 74 3 I Room-2 0 Closet Baseboard Int:act Wood Beige OOO±O.IO NEG -02 ± I I O.O±O.I 10 3110/98 
163 42 '75 3 1 Room·2 A Closet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.8± 14 00±01 10 3110/98 
164 42 76 3 I Room-2 A Closet Hanger-rod Intact Metal Beige 030±0.IO NEG 0.0 ± I 0 0.3 ± 0 I 100 3/1 0198 
165 42 '77 3 I Room-2 A Closet Wall Intact Drywall Beige 0.01 ± 0.17 NEG 0.3 ± 0.8 0.0 ± 0.2 1.0 3/10/98 
166 42 78 3 I Room-2 B Closet Wall Intact Drywall Beige 001 ±022 NEG 00±1.I 00±02 10 3/10/98 
167 42 '79 3 I Room-2 C Closet Wall Intact Drywall Beige O.OO±O.IO NEG 0.4 ± 0 8 O.O±O.I 1.0 3/10/98 
168 42 :&0 3 I Room-2 0 Closet Wall Intact Drywall Beige OOO±O.IO NEG -01±\.2 00 ± 0.1 10 3/10/98 
169 42 :&1 3 I Room-2 C Wmdow Stool Intact Wood Beige 020 ± 0.10 NEG -0.2 ± 12 0.2 ± 0.1 9.S 3/10/98 
170 42 :&2 3 I Room-2 C Window Sash Intact Wood Beige 030 ± 0 52 NEG 0.2 ± 0.8 03±05 64 3110/98 
171 42 :&3 3 I Garage-ahe 0 Door Door Intact Wood Beige 008 ± 0.16 NEG -0.1 ±09 01±02 16 3/10/98 
172 42 M 3 I Garage-atie 0 Door Jamb Intact Wood Beige 005 ± 0.26 NEG -0.5 ± I 4 01 ±0.3 13 3/10/98 
173 42 :&S 3 I Hall-2 C Wall Wall Intact Drywall Beige 001 ±O 19 NEG -01±1.I 00±02 10 3/10/98 
174 42 :&6 3 I Hall-2 C Wall Elec-Panel Intact Metal Gray 003±016 NEG -02 ± I 2 00±02 19 3/10/98 
175 42 :&7 3 I Hall-2 A Door-I Door Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 1.0 00±01 1.0 3/10/98 
176 42 :gS 3 I Hall-2 B Door-2 Door Intact Wood Beige 000±0.19 NEG -I O± 1.4 00 ± 0.2 1.0 3/10/98 
177 42 :S9 3 I Hall-2 C Door-3 Casing Intact Wood Beige 0.04 ± 0.29 NEG 0.3 ± 0 9 0.0 ± 0 3 3.2 3/10/98 
178 42 90 3 I Hall-2 0 Entrance Casing Intact Wood Beige 000 ± O. IS NEG 0.5 ± O.S 0.0 ± 0 2 LO 3/10/98 
179 42 91 3 I Hall-2 C Closet Door Intact Wood Beige OOO±O.lO NEG 0.2 ± 0 9 00 ± 0.1 LO 3/10/9S 
180 42 92 3 I Hall-2 C Closet Casing Intact Wood Beige OOO±O 10 NEG 0.4 ± 0 8 00 ± 0.1 1.0 3110/98 
lSI 42 93 3 1 Hall-2 B Closet Baseboard Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ±09 0.0 ± 0.1 10 3/10/98 
182 42 94 3 I Hall-2 A Closet Wall Intact Drywall Beige 000 ± 0.10 NEG -0.4 ± L3 O.O±O.I 10 3/10/98 
183 42 95 3 I Hall-2 B Closet Wall Intact Drywall Beige 0.00 ± 0.[3 NEG -LO± L6 O.O± 0.1 10 3/10/98 
IS4 42 96 3 I Hall-2 C Closet Wall Intact Drywall Beige 000 ± 0.10 NEG -05 ± I I 00±01 LO 3/10/98 
185 42 97 3 I Hall-2 0 Closet Wall Intact Drywall Beige 000±01O NEG -0.9 ± 1.5 00±01 10 3110/98 
IS6 42 98 3 I Bath-I A Wall Wall Paper Intact Drywall Beige 0.01 ±0.17 NEG OO±IO 0.0 ± 0 2 1.0 3/10198 
187 42 99 3 I Bath-I B Wall Wall Paper Intact Drywall Beige 0.00 ± 0.16 NEG 02±09 00±02 10 3/10/98 
188 42 100 3 I Bath-I C Wall Wall Paper Intact Drywall Beige 0.61 ± 042 NEG 08±08 06±04 54 3/10/98 
189 42 101 3 I Bath-I D Wall Wall Paper Intact Drywall Beige 011 ± 010 NEG 02±09 01±01 78 3110198 
190 42 102 3 I Bath-I C Window Stool Intact Wood Beige OOO±O 10 NEG -05 ± I 4 00±01 10 3/10/98 
191 42 103 3 I Bath-I C Window Sash Intact Wood Beige 0.32 ± 0.22 POS 2.0 ± 0.7 2.0±O.7 3.5 3/10/98 
192 42 104 3 I Bath-I A Door Door Intact Wood Beige 001 ± 0.20 NEG 06±07 0.0 ± 0.2 LO 3/10/98 
193 42 105 3 I Bath-I A Door Casing Intact Wood Beige OOO±O.IO NEG -1.4 ± 1.6 00±01 10 3110/98 
194 42 106 3 I Bath-I A Wall Wall-Rgstr Intact Metal Beige 0.10 ± 0.22 NEG -0.1 ± I I 0.1 ± 0 2 3.3 3/10/98 
195 42 107 3 I Bath-I 0 Cabinet Door-Out Intact Wood Beige 000 ± 0.20 NEG -I 3 ± 1.4 00±02 10 3110/98 
196 42 lOS 3 I Bath-I 0 Cabinet [nslde Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0 9 O.O±O.I 10 3110/98 
197 42 109 3 I Kitchen A Wall Wall Paper Intact Drywall Beige 001 ±O 10 NEG -0 6± L2 00±01 10 3/10/98 
198 42 \10 3 I Kitchen B Wall Wall Paper Intact Drywall Beige 003±0.15 NEG 0.4 ± 0 S 0.0 ± 0.2 I 5 3/10/98 
199 42 III 3 I Kitchen C Wall Wall Paper Intact Drywall Beige 002±0 16 NEG 01±09 00±02 II 3/10/98 
200 42 \12 3 I Kitchen 0 Wall Wall Paper Intact Drywall Beige 008 ± 0 33 NEG -0.8 ± 1.4 01 ± 03 45 3/10/98 
201 42 \13 3 I Kitchen 0 Wall Baseboard Intact Wood Beige 000±010 NEG -05 ± I 3 00±01 I r '0/98 

i.. 
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No Site XLNo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined DI Date Note 

202 42 114 3 I Kitchen A Door-I Door Intact Wood Beige 0.00" 0 \0 NEG 0.3 ± 0 8 O.O±O I 1.0 3110/98 

203 42 115 3 I Kitchen A Door-I Casing Intact Wood Beige 0.00,,0 10 NEG -0.7± 1.2 O.O±O.I 1.0 3/10/98 
204 42 116 3 I Kitchen D Entrance-2 Casing Intact Wood Beige 003,,0\0 NEG -0.3 ± 1.2 0.0 ± 0.1 4.6 3110/98 
205 42 117 3 I Kitchen 0 Cabinet-I Door-Out Intact Wood Beige 000',0.20 NEG 0.2 ± 1.0 O.O± 0 2 1.0 3110/98 

206 42 118 3 I Kitchen 0 Cabinet-I Air-duc:t Intact Metal Beige 020 j, 010 NEG -0.9 ± 1.4 02 ± 0.1 10.0 3/10/98 
207 42 119 3 I Kitchen D Cabinet-2 Inside Intact Wood Beige 0.00,,0.10 NEG -0.2 ± 1.2 o.o±o I 1.0 3/10/98 
208 42 120 3 I Kitchen C Cabinet Door-Out Intact Wood Varnish 0.00,'0.10 NEG - I.J ± J.3 O.O± 0 I 1.0 3/10/98 
209 42 121 3 I Kitchen C Cabinet Inside Intact Wood Varnish OOOJ,O 10 NEG 0.4 ± 0.8 o.o± 0 I 1.0 3110/98 
210 42 122 3 I Kitchen C Window-2 Stool Intact Wood Beige 0.63" 0 76 NEG 0.5 ± 0 8 0.6 ± 0.8 7.8 3/10/98 
211 42 123 3 1 Kitchen C Window-2 Sash Intact Wood Beige 0.43 Jo 0.20 POS 1.6 ± 0.5 1.6 * 0.5 5.0 3/10198 

212 42 124 3 I Shutter Cal-I Calibrate Calibrate O.OOJ,O.OO O.O± 0.0 0.0 ± 0 0 0.0 3/10/98 
213 42 125 3 1 Calibrate-l Calibrate Calibrate 1.10 Jo 0.14 POS 1.3 ± 0.7 1.1 * 0.1 1.1 3/10/98 

214 42 126 3 1 Calibrate-1 Calibrate Calibrate 1.08 '0 0.26 POS 0.2 ±0.8 1.1 * 0_3 2.3 3/10/98 

215 42 104 6 2 Shutter Cal-I Calibrate Calibra'ie 0.00" 000 0.0 ± 0.0 o.o± 0 0 0.0 311 1198 

216 42 105 6 2 Calibrate-l Calibrate Calibrate 1.05 Jo 0.13 POS 0.1 ± 0.4 1.1 * 0.1 1.0 3111/98 

217 42 106 6 2 Callbrate-2 Calibrate Calibralle 0.95,,0.20 NEG 1.0 ± 0.4 1.0 ± 0.2 2.1 3/11198 

218 42 107 6 2 Bath-2 A Wall Wall Paper Intact Drywall Beige 008" 0.20 NEG 02 ± 0.7 0.1 ±0.2 1.8 3/11/98 

219 42 108 6 2 Bath-2 B Wall Wall Paper Intact Drywall Beige om" 0 27 NEG -0.2 ± 0.7 0.0 ± 0.3 1.0 3/11/98 

220 42 109 6 2 Bath-2 C Wall Wall Paper Intact Drywall Beige om J'O.lO NEG -0.7 ± 0.7 O.O±O.I 1.0 3/11198 

221 42 110 6 2 Bath-2 D Wall WallPaper Intact Drywall Beige 0.18" 0.10 NEG -0.1 ± 0.7 -0.1 ± 0.7 10.0 3111198 

222 42 III 6 2 Bath-2 A Door Casing Intact Wood Beige 0.07,,0.18 NEG -0.1 ±07 0.1 ± 0.2 1.5 3/11/98 

223 42 112 6 2 Bath-2 A Door Door Intact Wood Beige 0.05 J: 0.15 NEG -0.1 ± 0.6 0.1 ± 02 1.2 3/11/98 

224 42 113 6 2 Bath-2 B Window Casing Intact Wood Beige 005" 0.33 NEG -0.1 ± 0 7 01±03 1.8 3/11198 

225 42 114 6 2 Bath-2 B Window Sash Intact Wood Beige 0.64" 0.82 POS 3.1 ± 1.0 3.1 ± 1.0 7.9 3/11198 

226 42 lIS 6 2 Bath-2 0 Cabinet-Lwr Door-Out Intact Wood Beige 004J,0.10 NEG 02 ± 0.7 o.o± 01 6.4 3/11198 

227 42 116 6 2 Bath-2 D Cabinet-Lwr Inside Intact Wood Beige 0.00 Jt 0.10 NEG -0.2 ± 0.6 O.O±O.I 10 3/11198 

228 42 117 6 2 Room-) D Wall-Upr Wall Intact Drywall Beige 1.05Jo 0.45 POS 0.8± 0.4 1.1:t: 0.5 5.6 3/l1/98 

229 42 118 6 2 Room-3 A Wall-Upr Wall Intact Drywall Beige 0.54 j, 0.30 NEG 05±04 0.5 ± 0 3 4.7 3111/98 

230 42 119 6 2 Room-3 B Wall-Upr Wall Intact Drywall Beige 0.63 j, 0.27 NEG 09 ± 0.4 06±03 3.9 3/11198 

231 42 120 6 2 Room-3 C Wall-Upr Wall Intact Drywall Beige 1.01 J, 0.40 POS 1.2 ± 0.5 1.0± 0.4 S.O 3/11/98 

232 42 121 6 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 1.28 j, 0.44 POS 1.0 ± 0.4 1.3 * 0.4 4.8 3111198 

233 42 122 6 2 Room-3 D Wall-Lwr Wall Intact Wood Beige 098" 0.49 NEG 0.6 ± 04 I o± 0.5 60 3111198 

234 42 113 6 2 Room-) A Wall-I.wr Wall Intact Wood Beige 1.32 '0 0.38 POS 0.8 ± 0.5 1.3 ± 0.4 3.9 3/J1198 

235 42 114 6 2 Room-3 B Wall-Lwr Wall Intact Wood Beige 1.04 ,0 0.43 POS 0.9 ± 0.4 1.0± 0.4 5.2 3/11198 

236 42 125 6 2 Room-3 B Wall-Lwr Baseboard Intact Wood Beige 0.48" 0.40 NEG 0.9 ± 04 0.5 ± 0.4 5.6 3111/98 

237 42 126 6 2 Room-3 B Wall Chair-l1llil Intact Wood Beige 0.00,,0.10 NEG 02 ± 0.7 O.O± 0.1 10 3111198 

238 42 127 6 2 Room-3 B Door-I Door Intact Wood Beige 0.12,,022 NEG -05 ± 0.7 0.1 ± 0.2 19 3111/98 

239 42 128 6 2 Room-3 B Door-I Casing Intact Wood Beige 015 J, 0.27 NEG -06 ± 0.6 02 ± 0.3 2.5 3111198 

240 42 129 6 2 Room-3 B Door-2 Door Intact Wood Beige 0.14 Jt 0.37 NEG -0.6 ± 0.6 0.1 ±0.4 3.1 3/11198 

241 42 130 6 2 Room-3 A Door-3 Door Intact Wood Beige 0.13" 0.32 NEG -04 ± 0.6 0.1 ± 0.3 2.4 3/11198 

242 42 131 6 2 Room-J 0 Window-3 Casing Intact Wood Beige 007 J, 0.30 NEG -0.4 ± 0 7 0.1 ±0.3 2.0 3111/98 

243 42 132 6 2 Room-3 0 Window-3 Sash Intact Wood Beige 0.68 j, 0.41 NEG 1.1 ± 0.4 07±04 5.6 3/11198 

244 42 133 6 2 Room-3 0 Floor Floor Intact Wood Varnish OOOJ: 0.18 NEG -0.8 ± 0.8 0.0 ± 0 2 1.0 3/11198 

245 42 134 6 2 Room-3 C Closet Door Intact Wood Beige 013 J, 0.28 NEG 00 ± 0.4 01 ±0.3 3.6 3/11/98 

246 42 135 6 2 Room-3 C Closet Casing Intact Wood Beige 008 j, 0.33 NEG -0.3 ± 06 0.1 ± 0.3 23 3/11/98 

247 42 136 6 2 Room-3 A Closet Baseboard Intact Wood Beige 0.08 J, 0.40 NEG 01 ± 0.6 0.1 ± 0.4 2.7 3/11/98 

248 42 137 6 2 Room-3 A Closet Shelf Intact Wood Beige 0.03 J, 0.16 NEG O.O± 0.6 o O± 0.2 1.1 3111/98 

249 42 138 6 2 Room-) A ('Ioset Wall Intact Drywall Beige 1.32 J, 0.37 POS 1.2 ± 0.5 1.3 ± 0.4 4.0 l/1ll98 

250 42 139 6 2 Room-) B Closet Wall Intact Drywall Beige 1.01 J, 0.27 POS 1.1 ± 0.4 1.0± 0.3 3.1 l/11/98 

251 42 140 6 2 Room-l C Closet Wall Intact Drywall Beige 1.93~, 0.76 POS 1.9 ± 0.9 1.9± 0.8 3.3 l/l1/98 

252 42 141 6 2 Room-3 D Closet Wall Intact Drywall Beige 1.41 ~,0.41 POS 1.5* 0.5 1.4± 0.4 4.0 3111198 

253 42 142 6 2 Bath-3 0 Wall Wall Paper Intact Drywall Beige 0.20 J, 0.17 NEG 0.0 ± 0.5 0.2 ± 0 2 3.0 3/11198 

254 42 143 6 2 Bath-3 A Wall WallPaper Intact Drywall Beige 0.05 J, 0.34 NEG 0.3 ± 0.6 0.1 ± 0 3 3.0 3111/98 

255 42 144 6 2 Bath-3 B Wall Wall Paper Intact Drywall Beige 0.06~, 010 NEG -03 ± 0.8 01 ± 01 53 3111/98 

256 42 145 6 2 Bath·3 C Wall Wall Paper Intac. Drywall Beige 0.35 j, 0.34 NEG 0.1 ± 0.4 04 ± 0.3 53 3111/98 

257 42 146 6 2 Bath-3 C Wmdow Casing Intact Wood Beige 0.08 J, 0.22 NEG -0.2 ± 0 6 0.1 ± 0.2 18 3/11198 

258 42 147 6 2 Bath-3 C Window Sash Intact Wnod Beige 0.3S~, 0.71 POS 3.0±0.8 ).o± 0.8 5.1 )/11198 

259 42 148 6 2 Bath-3 0 Door Casing Intact Wood Beige o 04~, 0.22 NEG 0.0 ± 0 6 OO± 0.2 16 3/11198 

260 42 149 6 2 Bath-3 0 Door Door Intact Wood Beige 0.11~, 0.15 NEG 0.3 ± 0.6 01 ± 0.2 17 3/11/98 

261 42 150 6 2 Bath-3 B Cabinet-Lwr Door-Out Intact Wood Beige 000~,0.17 NEG -0.1 ± 0.7 00±02 1.0 3111/98 

262 42 151 6 2 Bath-3 B Cabinet-Lwr Inside Intact Wood Beige 000 ;,0.10 NEG -0.5 ± 0.7 O.O± 0.1 1.0 3/11198 

263 42 152 6 2 Shutter Cal-I Calibrate Calibrate 000 ;,0.00 OO±OO 0.0 ± 0.0 00 3111/98 

264 42 1153 6 2 Calibrate-l Calibrate Calibrate 1.10 ;,0.14 POS 1.1 ± 0.5 1.1 ± 0.1 1.0 3/11/98 

265 42 1154 6 2 Calibrate-2 Calibrate Calibralte 1.10 ;,0.24 POS 0.S±0.5 1.1 ± 0.2 2.3 3/11198 

266 42 ilSS 6 2 Room-I C Ceiling Intact Drywall Beige 2.01 oI, 0.69 POS 2.0±0.9 2.0±0.7 2.8 3/11/98 

267 42 1156 6 2 Room-I C Wall Crown-mold Intact Wood Beige 0.81; 0.41 NEG 1.1 ± 0 4 0.8 ± 0.4 5.5 J/I1I98 

268 42 1157 6 2 Room-I C Closet Ceiling Intact Drywall ~::~: 0071026 NEG -0.1 ± 0.7 01 ± 0.3 2.0 311119~ 

269 42 1158 2 Room-2 C Closet Ceilinp Into::.rt n .... , .. · .. 11 n "' 

n __ 
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270 42 159 6 2: Room-2 C Ceiling Ceiling Intact Drywall Beige 1.63 ± 0.63 POS 2.3 ± 0.9 1.6 ± 0.6 3.0 3/11198 
271 42 160 6 2: Room-2 C Ceiling Crown-Inold Intact Wood Beige 1.31 ± 0.52 POS 1.6 ± 0.5 1.3 ± 0.5 5.8 3/11/98 
272 42 161 6 2: lIall-4 C Closet Ceiling Intact Drywall Beige 1.25 ± 0.30 POS 0.9 ±0.5 1.3 ± 0.3 3.1 3/11198 
273 42 162 6 2: Hall-4 C Ceiling Ceiling Intact Drywall Beige o 05± 017 NEG 00±07 01 ± 0 2 14 3/11/98 
274 42 163 6 2: Bath-2 C Ceiling Ceiling Intact Drywall Beige 0.08 ± 0.23 NEG -0.1 ± 0 8 01 ± 0.2 20 3/11/98 
275 42 164 6 2: Bath-3 C Ceiling Ceiling Intact Drywall Beige 009±030 NEG 0.1 ± 0 8 0.1 ± 0 3 23 3/11/98 
276 42 165 6 2: Room-3 C Ceiling Ceilillg Intact Drywall Beige 2.04 ± 0.73 POS 1.8 ± 0.9 2.0 ± 0.7 3.0 3/11198 
277 42 166 6 2: Room-3 C Ceiling Crown-Iuold Intact Wood Beige 2.85 ± 3.25 POS 3.8 ± 1.1 3.8 ± 1.1 6.2 3/ll/98 
278 42 167 6 2: Room-3 C Closet Ceilillg Intact Drywall Beige 0.93 ± 0.15 POS 1.2 ± 0.3 1.2 ± 0.3 2.4 3/11198 
279 42 168 6 1 Room-l C Ceiling Ceilillg Intact Drywall Beige 1.84 ± 0.72 POS 1.0 ± O.S 1.8 ± 0.7 7.1 3/11198 
280 42 169 6 1 Room-l C Ceiling CroWD-mold Intact Wood Beige 0.81 ± 0.34 POS 1.1 ± 0.3 1.1 ± 0.3 6.6 3/11198 
281 42 170 6 1 Porch-l C Porch Ceiling Intact Wood White »5.0± 1.00 POS 12.4± 2.6 12.4±2.6 10.0 3/11198 
282 42 171 6 I Hall-I C Ceiling Ceiling Intact Drywall Beige 064 ± 0.48 INCOM 10±04 1.0 ± 0 4 9.4 3/11/98 
283 42 172 6 1 Hall-l C Ceiling Ceiling Intact Drywall Beige 0.59 ± 0.44 POS 1.1 ± 0.4 1.1 ± 0.4 9.4 3/11198 
284 42 173 6 I Hall-2 C Ceiling Ceiling Intact Drywall Beige 0.20±0 10 NEG 0.1 ± 0 6 0.1 ±0.6 10.0 3/11/98 
285 42 174 6 1 Room-2 C Ceiling Ceiling Intact Drywall Beige 1.95 ± 0.95 POS 2.1 ±0.6 2.0± 1.0 7.1 3111198 
286 42 175 6 I Bath-I C Ceiling Ceiling Intact Drywall Beige 001±0.20 NEG -0.2 ± 0 6 00 ± 0.2 1.0 3/11/98 
287 42 176 6 I Kitchen-O C Ceiling Ceiling Intact Drywall Beige 0.01 ±0.18 NEG -03 ± 0 8 00±02 1.0 3/11/98 
288 42 177 6 1 Room-3 C Ceiling Ceiling Intact Drywall Beige 1.04 ± 0.38 POS 1.1 ± 0.5 1.0 ± 0.4 4.7 3/11198 
289 42 178 6 1 Room-3 C Ceiling Crown-Iuold Intact Wood Beige 0.76 ± 0.34 POS 1.2 ± 0.3 1.2 ± 0.3 6.7 3/ll198 
290 42 179 6 1 Porch-2 C Porch-2 Ceiling Intact Wood White 1.26 ± 2.23 POS 13.1 ± 2.6 13.1 ± 2.6 5.6 3/11198 
291 42 180 6 I Shutter Cal-I Cahbrate Calibrate OOO±O.OO 0.0 ± 0.0 0.0 ± 0.0 0.0 3/11/98 
292 42 181 6 1 Calibrate-l Calibrate Calibrate 1.04 ± 0.13 POS 0.1 ±0.5 1.0± 0.1 1.0 3111198 
293 42 182 6 1 Calibrate-2 Calibrate Calibrate 1.25 ± 0.27 POS 0.1 ± 0.5 1.3 ± 0.3 2.5 3/11198 
294 42 183 6 1 Calibrate-3 Calibrate Calibrate 1.24 ± 0.26 POS 0.4 ± 0.5 1.2 ± 0.3 2.4 3111198 
295 42 184 6 I Cahbrate-4 Calibrate Cahbr,ate 0.93 ± 0.20 NEG 0.0 ± 0.5 09 ± 0.2 2.0 3/11/98 
296 42 185 6 I Outside-I A House Wall Intact Masonite White 0.01 ±O 10 NEG -06±08 O.O±O I 1.0 3/11/98 
297 42 186 6 I Outside-I B House Wall Intact Masonite White OOO±O 10 NEG -I I ± 0 8 OO±O.I 10 3/11/98 
298 42 187 6 I Outside-I 0 House Wall Intact Masonite White 0.06±0.10 NEG 02 ± 0.7 0.1 ±O.I 6.6 3/11/98 
299 42 188 6 I Outstde-I C House Wall Intact Masonite White 001 ±O.ll NEG -02 ± 0 8 o.o± 0.1 10 3/11/98 
300 42 189 6 I Outside-I C Garage Wall Intact Masonite White 0.01 ± 0.18 NEG 0.3 ± 0.8 O.O± 0 2 10 3/11/98 
301 42 190 6 I Outside-I B Garage Wall Intact Masonite White 0.00 ± 0.10 NEG 02 ± 0.7 00±0.1 1.0 3/11/98 
302 42 191 6 I Outside-I A Garage Wall Intact Masonite White 0.01 ± 0.10 NEG 0.2 ± 0.7 O.O±O.I 1.0 3/11/98 
303 42 192 6 I Outside-I A Roll-up Dr Door Intact Metal White O.OO±O.IO NEG -0.1 ± 0.6 00±01 10 3/11/98 
304 42 193 6 1 Outside-l A roll-up dr Casirlg Intact Wood White 0.35 ± 0.61 POS 2.9 ±0.9 2.9±0.9 6.7 3/11I98 
305 42 194 6 I Garage Inside 0 Wall Wall Intact Drywall White 0.03±0 10 NEG 00 ± 0.7 0.0 ± 0.1 37 3/11/98 
306 42 195 6 I Garage Inside B Wall Wall Intact Drywall White 002 ± 0.26 NEG 02±06 o o± 0.3 2.1 3/11/98 
307 42 196 6 I Garage Inside B Door Door Intact Drywall White O.OO±O 10 NEG -0.2 ± 0.6 O.O±O I 10 3/11/98 
308 42 197 6 I Garage InSIde 0 Wall Shelf Intact Wood White 077 ± 0.13 NEG 07±04 0.8 ± 0.1 1.3 3/11/98 
309 42 198 6 1 Garage Inside C Rack Ovrbd Intact Wood White 1.19 ± 0.83 POS 2.4 ± 0.7 2.4 ± 0.7 4.7 3/11198 
310 42 199 6 I Porch Outside-I A Porch Floor Intact Wood Gray 0.56 ± 0.15 NEG 1.0±04 0.6 ± 0.2 2.0 3/11/98 ·6 
311 42 200 6 1 Porch Outside-l A Window Screen-sash Intact Wood Green 1.84 ± 1.66 POS 6.1 ± 1.8 6.1 ± 1.8 10.0 3/11198 *7 
312 42 201 6 I Porch Outside-I A Wall Wall Intact Plywood White 0.57 ± 0.37 NEG 09±03 0.9 ± 0.3 \00 3/11/98 ·8 
313 42 202 6 I Porch Outside-I A Awning Awning Intact Metal White 012 ± 0 42 NEG -0.3 ± 0.6 0.1 ± 0 4 40 3/11/98 °9 
314 42 203 6 1 Porch Outside-l A Porch Columns Intact Wood White 0.64 ±0.62 POS 13.9 ± 2.7 13.9 ± 2.7 10.0 3/11198 *10 
315 42 204 6 1 Porch Outside-l A Porch Trim-Lwr Intact Wood White 0.98 ± 0.90 POS 17.1 ±3.0 17.1 ±3.0 10.0 3/11198 *11 
316 42 205 6 I Outside A Gutter Downspout Intact Metal White 0.00 ± 0.10 NEG 03±04 O.O±O I 1.0 3/11/98 
317 42 206 6 I Outside A Wall Gutter Intact Metal White 002 ± 0.25 NEG -0.3 ± 0.7 0.0 ± 0.3 16 3/11/98 
318 42 207 6 1 Outside B Window Sash-text Intact Wood White 0.17±0.10 POS 9.7 ± 2.0 9.7 ± 2.0 8.6 3/11198 
319 42 208 6 1 Outside B Window Casing Intact Wood White 1.44 ± 1.28 POS 11.8 ± 2.3 11.8 ± 2.3 10.0 3/11f98 
320 42 209 6 1 Porch Outside-l A Porch Trim-Upr Intact Wood White 2.85 ± 3.25 POS 12.3 ± 2.7 12.3 ± 2.7 10.0 3/11198 
321 42 210 6 I Garage Outside C Door Door Intact Wood White 002 ± 0 20 NEG -0.1 ± 0.6 00±02 1.0 3/11/98 
322 42 211 6 I Garage Outside C Door Casing Intact Wood White 0.02 ± 0.14 NEG -02±06 00±01 10 3/11/98 
323 42 212 6 1 Porch Outside-2 D Porch Trim-Lwr Intact Wood White 0.39 ± 0.53 POS 16.1 ± 2.8 16.1±2.8 8.7 3/11198 
324 42 211 6 1 Porch Outside-2 D Porch Columns Intact Wood White 0.41 ± 1.21 POS 19.0 ± 3.0 19.0± 3.0 5.0 3/11198 *12 
325 42 214 6 I Porch Outslde-2 0 Porch Lattice Intact Wood Green 018 ± 0.35 NEG 0.3 ± 0.4 0.2 ± 0 4 41 3111/98 ·13 
326 42 215 6 I Porch Outside-2 0 Porch Floor Intact Wood Gray 0.00 ± 0.10 NEG 0.2 ± 0 6 00±01 1.0 3/11/98 ·14 
327 42 216 6 I Porch Outside-2 0 Door Screen-dr Intact Wood Green 001±027 NEG -04±07 00±03 10 3/11/98 °15 
328 42 217 6 I Porch Outside-2 0 Awnmg Awning Intact Metal White 000 ± 0.11 NEG -0.5 ± 0.6 OO±O.I 1.0 3/11/98 
329 42 218 6 1 Outside B House Fasciia Intact Wood Wbite 0.86 ± 1.38 POS 22.4 ± 2.9 22.4 ± 2.9 7.4 3/11198 
330 42 219 6 I Outside B House Somt Intact Wood White 0.56 ± 1.17 POS 16.5 ± 2.8 16.5 ± 2.8 6.3 3/11198 
331 42 220 6 I Shutter Cal- I Calibrate Calibrate 000 ± 0.00 O.O± 0.0 00 ± 0.0 00 3/11/98 
332 42 221 6 I Calibrate-I Cahbrate Calibrate 098 ± 0.\0 NEG 0.6± 04 I O±O I 10 3/11/98 
333 42 222 6 1 Calibrate-2 Calibrate Calibrate 1.11 ± 0.24 POS 0.1 ± 0.4 1.1 ± 0.2 2.3 3/l1/98 
334 42 223 6 I Callbrate-3 Calibrate Calibrate 090±019 NEG 05±04 09 ± 0.2 19 3/1\198 
335 42 127 3 I Shutter Cal- I Cahbrate Calibrate O.OO± 0.00 0.0 ± 00 0.0 ± 0 0 00 3/11/98 
336 42 128 3 1 Calibrate-I Calibrate Calibrate 1.07 ± 0.14 POS 0.7 ± 0.8 1.1 ± 0.1 1.1 "11198 
337 42 129 3 I Calibrate-2 Calibrate Cahbrate 090 ± 0.22 NEG 0.3 ± 0 8 0.9 ± 0.2 2 1/98 

L 
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338 42 130 3 I Shutter Cal-I Calibrate Calibrat,e 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 3111198 
339 4Z 131 3 1 Calibrate-l Calibrate Calibrate 1.06 ± 0.14 POS 0.7 ± 0.8 1.1 ± 0.1 1.1 3/1l!98 
340 42 132 3 I Calibrate-2 Calibrate Calibrate l.20± 0.29 POS 0.1 ± 0.8 1.2±0.3 2.6 3111198 
341 42 133 3 1 Calibrate-3 Calibrate Calibrate 1.14 ± 0.28 POS 0.6 ± 0.7 1.1 ± 0.3 2.4 3/11198 
342 42 134 3 I Calibrate-4 Cahbrate Callbrat,e O.94±036 NEG -1.2 ± I 4 09 ± 0.4 20 3111198 
343 42 135 3 I Room-3 A Wall-UpI' Wall Intact Drywall BeIge 078 ± 0.54 NEG 05 ± 0.8 08±05 10.0 3111/98 
344 42 136 3 I Room-3 B Wall-UpI' Wall Intact Drywall Beige 000±0.13 NEG 0.2 ± 0 8 00±01 1.0 3111/98 
345 42 137 3 I Room-3 C Wall-UpI' Wall Intact Drywall Beige 067 ± 0 56 NEG 0.7 ± (I 8 07±06 70 3/11/98 
346 42 138 3 I Room-3 D Wall-Upr Wall Intact Drywall Beige 080 ± 0 47 NEG 06±09 08±05 58 3/11/98 
347 42 139 3 I Room-3 0 Wall-Lwr Wall Intact Wood Beige 057 ± 0 43 NEG 02±08 0.6 ± 0.4 56 3/11/98 
348 42 140 3 J RooDl-3 C Wall-Lwr Wall Intact Wood Beige 1.14 ± 0.60 POS 0.9± 0.9 1.1 ± 0.6 6.3 3/11/98 
349 42 141 3 I Room-3 B Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.4 ± 104 0.0 ± 0.1 10 3111/98 
350 42 142 3 I Room·3 A Wall-Lwr Wall Intact Wood BeIge 074 ± 0 84 NEG -0.5 ± 12 07 ± 0.8 55 3111/98 
351 42 143 3 I Room-3 A Wall Chair-rail Intact Wood BeIge 0.65 ± 0 49 NEG 0.5 ± (I 8 0.7 ± 0.5 5.9 3/11198 
352 42 144 3 1 Room-3 A Wall Baseboard Intact Wood Beige 0.17±032 NEG 03±09 02 ± 0.3 33 3111/98 
353 42 145 3 I Room-3 0 Wall Wall-Rgstr Intact Metal Beige 0.03 ± 0.10 NEG -0.1 ± II I 00±01 1.3 3111198 
354 42 146 3 I Room-3 A Entrance-I Casing Intact Wood Beige 0.\3±0.31 NEG -1.0±t4 01 ± 0.3 2.1 3/1 1/98 
355 42 147 3 1 Room-3 B Entrance-2 Casing Intact Wood Beige 001 ±O.IO NEG -0.6 ± 1.2 0.0 ± 0 I 10 3111198 
356 42 148 3 1 Room-3 D Ooor-I Door Intact Wood Beige 013 ± 0 24 NEG 04±08 01±02 2.7 3/11198 
357 42 149 3 I Room-3 0 Door-I Casing Intact Wood Beige 0.14 ± 0047 NEG -0.9 ± 1.1 0.1 ± 0.5 2.6 3111198 
358 42 150 3 I Room-3 0 Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG 08 ± 0.7 O.O± 0.1 1.0 3111198 
359 42 151 3 I Room-3 C Window-I Stool Intact Wood Beige 0.32 ± 0.32 NEG -02± 1.1 03 ± 0.3 10.0 3111198 
360 42 152 3 1 Room-3 C Window-l Sash Intact Wood Beige 0.73 ± 0.51 POS 2.1 ± 0.8 2.1 ± 0.8 10.0 3/11/98 
361 42 153 3 I Room-3 B Wall Wall-Rgstr Intact Metal Beige 0.00 ± 010 NEG 0.3 ± 0.9 0.0 ± 0.1 1.0 3111198 
362 42 154 3 1 Room-3 A Bookcase Frame Intact Wood Beige 011 ± 0.47 NEG -0.9± 104 0.1 ± 0 5 4.2 3/11/98 
363 42 155 3 I Room-3 A Bookcase-Upr Shelf Intact Wood Beige OOO±O.IO NEG -07 ± I 4 0.0 ± 0.1 1.0 3/11/98 
364 42 156 3 I Room-3 A Bookcase-L wr Shelf Intact Wood Beige 008 ± 0 52 NEG 0.0 ± 1.1 0.1 ± 0 5 29 3111198 
365 42 157 3 I Room-3 A Cabinet Door-OUIt Intact Wood Beige 0.11 ± 0.39 NEG -08 ± 1 6 o 1 ± 0.4 48 3111/98 
366 42 158 3 I Room-3 A Cabinet Inside Intact Wood Beige 0.15 ± 0.30 NEG 0.3 ± 0.8 02 ± 0.3 30 3/11/98 
367 42 159 3 1 Porch-2 B Porch 1'rim-Up,r Intact Wood White 2.45 ± 3.65 POS 16.8 ± ~i.9 16.8 ± 5.9 10.0 3/l1/98 
368 42 160 3 1 Porch-2 D Porch Columns Intact Wood White 0.62 ± 0.10 POS 14.9 ± ~i.8 14.9 ± 5.8 10.0 3/11/98 
369 42 161 3 1 Portb-Z D Porcb Lattice Intact Wood White 0.99±0.85 POS 9.3 ± 31.5 9.3 ± 3.5 10.0 3/W98 
370 42 162 3 I Porch-2 B Door-I Door Intact Wood White 1.54 ± 1.30 POS 7.9 ± 31.1 7.9 ± 3.1 10.0 3/11/98 
371 42 163 3 I Porch-2 B Door-2 Door Intact Wood White 1.50 ± 1.27 POS 8.0± 31.1 8.0±3.1 10.0 31II198 
372 42 164 3 1 Porcb-2 B Door-2 Casing Intact Wood White 0.77 ± 0.69 POS 8.8 ± 31.7 8.8 ± 3.7 10.0 3/11/98 
373 42 165 3 1 Porcb-2 B Door-2 Cr'own-mold Intact Wood White 0.94 ± 0.10 POS 10.0 ± 31.3 1O.0±3.3 10.0 3/ll/98 
374 42 166 3 I Porch-2 B Door-4 Door Intact Wood Green 002 ± 0047 NEG -05±IA 0.0 ± 0.5 1.3 3/11/98 
375 42 167 3 1 Porch-2 B Door-4 Casing Intact Wood Green 0.59 ± 0.10 POS 11.0 ± 31.4 11.0±3.4 10.0 3/11/98 
376 42 168 3 1 Porch-2 B Wall Wall Intact Masonite White 2.90± 3.20 POS 4.3 ± 2:.0 4.3±2.0 10.0 3/II198 
377 42 169 3 1 Hal1-3 A Wall-Upr Wall Intact Drywall Beige 0.80 ± 0.24 POS 1.3 ±O.S 1.3 ±0.5 5.1 3/11/98 
378 42 170 3 1 Hall-3 B Wall-Upr Wall Intact Drywall Beige 1.18 ± 0.81 POS 1.0± 0.9 1.2 ± 0.8 10.0 3/11198 
379 42 171 3 I Hall-l C Wall-Upr Wall Intact Drywall BeIge o 59± 0.38 NEG \.I ± 0.5 0.6 ± 004 100 3/\]198 
380 42 172 3 1 lIal1-3 D Wall-Upr Wall Intact Drywall Beige 1.3S ± 0.67 POS 0.S±O.9 1.4 ± 0.7 6.8 3/ll/98 
381 42 173 3 I Hall-3 0 Wall-Lwr Wall Intact Wood Beige 0.68 ± 0 37 NEG 0.9 ± 0.8 0.7 ± 0 4 4.9 3111/98 

382 42 174 3 I Hall-3 C Wall-Lwr Wall Intact Wood Beige 0.90 ± 0.62 NEG 0.2 ± 0.8 09 ± 0.6 10.0 3/11/98 
383 42 175 3 I Hall-3 A Wall-Lwr Wall Intact Wood Beige 0.72 ± 0.51 NEG 05 ± 0.7 0.7 ± 0 5 6.1 3/11198 
384 42 176 3 1 Hall-3 A Wall Chair-rail Intact Wood Beige 036 ± 0.39 NEG -02 ± 0 9 0.4 ± 0 4 40 31\1198 
385 42 177 3 I Hall-3 A Wall Iliaseboard Intact Wood Beige 0.39 ± 0.33 NEG 07±07 0.4 ± 0 3 45 3/11/98 
386 42 178 3 I Hall-3 A Floor Floor Intact Wood Varnish 0.00 ± O. \0 NEG -0.5 ± 1 I O.O± 0.1 10 3/11198 
387 42 179 3 I Hall-3 D Wall Wall-Rgstr Intact Metal Beige 0.09 ± 0.15 NEG 0.2 ± 09 0.1 ±0.2 27 3/\ \198 
388 42 180 3 1 Hall-3 B Cabinet Door-Out Intact Wood Beige 0.10 ± 0.30 NEG -06± 12 0.1 ± 0 3 1.8 3111198 
389 42 181 3 I Hall-3 B Cabinet Inside Intact Wood BeIge 019±01O NEG -06 ± 13 0.2 ± 0 I 10.0 3/11198 
390 42 182 3 I Hall-3 A StaIrs Rail-cap Intact Wood Varnish 022±010 NEG OO±IO 02 ± 0.1 10.0 3/11198 
391 42 183 3 I Hall-3 B Stairs Riser Intact Wood Beige 0,0] ± 0.36 NEG o O± 0.9 0.0 ± 0 4 10 3/1 1/98 
392 42 184 3 I Hall-3 C Stairs WallCaslIlg Int~ct Wood Beige o 12", 0 10 NEG -O2±1.l 0.1 ±o I 9.0 3111198 
393 42 185 3 Shutter Cal-l CalIbrate Calibrate OOO±OOO 00 ± 0.0 0.0 ± 0 0 0.0 3111198 
394 42 186 3 Calibrate-I CalIbrate Calibrate 099±015 NEG -02 ± 0 9 1.0 ± 0 2 10 3/11/98 
395 42 187 3 Calibrate-2 Calibrate Calibrate 1.13 ± 0.28 POS 0.6 ± 0.7 1.1 ± 0.3 2.5 3/11/98 
396 42 188 3 Calibrate-3 Calibrate Calibrate 1.06 ± 0.26 POS 0.8±Ul.8 1.1 ± 0.3 2.3 3/11198 
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Original Reading 
0.60 
6.10 
0.90 
0.10 

13.90 
17.10 
19.00 

0.20 
0.00 
0.00 

57.90 

57.90 + 10 = 5.79 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.50 0.55 
5.50 5.80 
1.40 1.15 
0.00 0.05 

13.50 13.70 
21.40 19.25 
20.40 19.70 

0.30 0.25 
0.00 0.00 
0.00 0.00 

63.00 60.45 

63.00 + 10 = 6.30 

Absolute Difference = 6.30 - 5.79 = 0.51 

C = 981.6725 
D = 7.068042 
E = 7.100042 
F = 2.664590 

981.6725 x 0.0072 = 7.068042 
7.068042 + 0.032 = 7.100042 
Square Root of 7.100042 = 2.664590 
2.664590 x 1.645 = 4.3833 (Retest 
Tolerance Limit) 

Retest Tolerance Limit = 4.3833 

0.51 < 4.3833 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps; 

Squared 
0.3025 

33.6400 
1.3225 
0.0025 

187.6900 
370.5625 
388.0900 

0.0625 
0.0000 
0.0000 

981.6725 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, t..'1en the inspection is 
considered deficient. 
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Quarters M-5, Qu:ality Evaluation Retest 
Paint Page I 

Charleston Naval Complex 
Site: 42 Date: 3/12/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir RO(lm Side Strc Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
I 42 275 Shutter Cal-l O.OO± 0.00 0.0 ± 0 0 O.O± 0.0 
2 42 276 6 Cali bra te-I 1.08 ± 0.13 POS 0.9 ± 0.6 1.1 ± 0.1 
3 42 277 6 Calibrate-I 1.16 ± 0.24 POS 0.3 ± 0.6 U± 0.2 
4 42 278 6 Calibrate-3 1.13 ± 0.24 POS 0.7 ± 0.6 1.1 ± 0.2 
5 42 279 6 Calibrate-4 0.93 ± 0.19 NEG 0.4 ± 0.6 0.9 ± 0.2 
6 42 280 6 Porch Olltside-l A Porch Floor Gray 0.50 ± 0.14 NEG 0.6 ± 0.4 0.5 ± 0.1 310 
7 42 281 6 Porch Outside-II A Window Screen-sash Wood Green 1.06 ± 2.19 POS 5.5 ± 1.9 5.5i ± 1.9 31l 
8 42 282 6 Porch Outside-II A Wall Wall Intact Wood White 0.16 ± 0.29 POS 1.4 ± 0.4 1.41± 0.4 312 
9 42 283 6 Porch Olltside-I A Awning Awning Intact Metal White 0.01 ± 0.15 NEG 0.2 ± 0.4 0.C1± 0.2 313 
10 42 284 6 Porch Outside-II A Porch Columns Intact Wood White 0.84:1: 1.40 POS 13.5:1: 2.7 13.5: ± 2.7 314 
11 42 285 6 Porch Outside-II A Porch Trim-Lwr Intact Wood White 0.86± 0.81 POS 21.4:1: 3.1 2J.4.:I: 3.1 31S 
12 42 286 6 Porch Outside-:! D Porch Columns Intact Wood White 0.48 ± 0.51 POS 20.4:1: 2.9 20.41:1: 2.9 324 
13 42 287 6 Porch Olltside-2 D Porch Lattice Intact Wood Green 0.31 ± 0.45 NEG 0.3 ± 0.4 OJ ± 0.5 325 
14 42 288 6 Porch Olltside-2 D Porch Floor Intact Wood Gray 0.00 ± 0.10 NEG -0.4 ± 0.8 O.O± 0 I 326 
15 42 289 6 Porch Olltside-2 D Door Screen-dr Intact Wood Green 0.04 ± 0.10 NEG -03±07 0.0±0.1 327 
16 42 290 Shutter CaI-l 0.00 ± 0.00 0.0 ± 0.0 0.C1± 0.0 
17 42 291 6 Calibrate-l 1.06:1: 0.13 POS 1.2 ± O.S 1.1 :I: 0.1 
18 42 292 6 Calibrate-2 1.06 ± 0.22 POS 0.7:1: 0.6 1.1 :I: 0.2 
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Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters M-5, 804 Marine Avenue, Charleston Naval Complex, 

Charleston SC 

Sample 
Number 

I ~~~/rv1-5 
001 

! 
NBC! 

~:r~ M-5 I UU4 
NBC! 
Qtrs M-5 
005 
NBC/ 
Qtrs M-5 
006 
NBC/ 
Qtrs M-5 
007 
NBC/ 
Qtrs M-5 
008 

Room 

1Si Floor, 
Kitchen 
Entry 

/
1 ST Floor, / 
Kitchen 

12'~~ ~~o?r, I 
Hall-4 

Stairwell 

!
2t!Q Floor, 
Room-1 

I 2ND Floor 
~ - .- -- I 

Room-1 

12. Floor, 
Room-1 

Entry 

1ST Floor, 
Room-1 

Blank 

Surface 
Type 

Floor 

Window 
Sill 

Floor 

Window 
Sill! 

Side D 
Window 

Sm! 
Side A 

Floor 

Window 
Sill 

N/A 

j Measure to the nearest 1/8 inch. 

Is surface 
Dimensions 

smooth and 
of the sample Area Total Lead 

cleanable? 
area (inches (ft2) Found - :-- .... -_\ 

Yes A'" ~. ""..., ,.,-, nn 
\£ X \£ -£( .uu 

Yes 
25 x 2 0.347 -19.10 

Yes 12 x 12 -11.20 

Yes 25 x 2 0.347 3.60 

Yes 25 x 2 0.347 -2.30 

Yes 12 x 12 1 -3.60 

Yes 25 x 2 0.347 -24.00 

N/A N/A N/A -21.70 

HUD standards: 100 1l9lft (floors), 500 1l91ft2 (interior window sills), 800 1l9/fe (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 3/2/98 

Table 37~b, Field Sampling Form for Dust 

837 

Result of Lab 
Analysis 
(Ilg!fe) 

_~_,, __ "_L..I_ 

.... ut::a~l.;ldUi~ 

<Detectable 

<Detectabie 

10.37 

<Detectabie 

<Detectable 

<Detectable 

<Detectable 



No Site XLNo Insp Fir 
5 42 229 6 
10 42 234 6 1 
15 42 239 6 1 
20 42 244 6 2 
2'-J 42 249 6 2 
30 42 254 6 2 
3~· -' 42 259 6 I 
40 42 264 6 I 
45 42 269 6 
50 42 274 6 

Quarters M-!), A Samples 
Charleston Naval Complex 

Site 42, Date: 3/2/98 

Room Side Stre 
Calibrate-l 

Kitchen-DO 1 A Floor 
Kitchen-D02 C Window 
Hall-4-D03 A Floor 

Room-I-D04 D Window 
Room-I-DOS A Window 
Room-I-D06 0 Floor 
Room-I-D07 B \Vindow 
Blank-D08 
Calibrate-l 

Table 37-c, XRF Field Data Sheets for Dust Samples 
Q"'~ 

Thin Page 1 

Feat Pb ± Pree 
3523.20 ± 65.60 

Floor -27.00 ± 22.10 
Stool -19.1O± 19.80 
Floor -11.20± 22.10 
Stool 3.60 ± 22.20 
Stool -2.30 ± 21.10 
Floor -3.60 ± 22.10 
Stool -24.00 ± 23.20 

-21.70± 23.10 
3494.40 ± 65.00 



Bulk Page 1 
Quarters M-5, Soil Samples 
Charleston Naval Complex 

Site: 42 Date: 4/16/98 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 42 1474 22 Calibrate-l -48.5 ± 74.1 
2 42 1475 22 Calibrate-2 -36.4 ± 107.7 
3 42 1476 22 Calibrate-3 1067.2 ± 185.2 
4 42 1477 22 Calibrate-4 5196.8 ± 283.4 
5 42 1478 22 Dripline A 130.9 ± 63.4 
6 42 1479 22 Dripline B 35.6 ± 52.6 
7 42 1480 22 Dripline C 298.6 ± 60.6 
8 42 1481 22 Calibrate-l -4.0 ± 33.0 
9 42 1482 22 Calibrate-2 37.7 ± 33.2 

Table 37-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

38.0 Quarters M-6 

Quarters M-6, 801 Commissary Street, is a two-story, wood-framed house. This structure is 

approximately 2,381 square feet in size including the garage and porch areas. The first and second 

floors consist of hardwood strip flooring. The walls and ceilings are wood-framed and covered with 

drywall or wood paneling. Exterior siding is transite (assumed asbestos) and the roof is asphalt 

shingle. 

The tirst floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 12 March 1998 to 13 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters M-6. Quarters M-6 was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

38.1 Identification of Lead in Quarters M-6: 

Three hundred eighty-six XRF samples and calibrations were taken in Quarters M-6. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 38-a contains LBP sampling results for 

Quarters M-6 and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location oflead-based paint found in Quarters M-6: 
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Quarters M-6 Positive Results for Lead-Based Paint 
!:.!! ~ ~ I ~ !:!!!: ~ ~ ~ "0;;;'" ,""v.I.Llineu 

(mglcm') 

j t \ j I I o~C! .... I 

1 Bath-1 C Window Sash Intact Wood Beige POS 2.9 ±O.9 
1 Garage Outside C Wall UprTrim Intact Wood White POS 8.9 ±2.2 
1 Kitchen C Window Sash Intact Wood Beige POS 3.2 ±0.9 
1 Outside A Window Sash-Ext intact Wood White POS 

I 
15.5 fl..? 

I 
1 Outside A Window Casing Intact Wood White POS 19.2 ±3.0 
1 Outside C Door Su!khead=Dr Intact V'Jood './Vhita p~s 3.4 ±O.8 
1 Outside 0 House AWning Intact Metal White POS 1.2 ±0.3 
1 Outside 0 House Soffit Intact Wood White POS 23.5 ±3.2 
1 Outside 0 House Facia Intact Wood White POS 15.8 ±2.7 
1 Porch Outside-1 A Porch Lattice Intact Wood Green POS 1.1 ±0.5 
1 Porch Outside-1 A Porch Columns Intact Wood White POS 16.4 ±2.9 
1 Porch Outside-1 A Porch Trim-Upr Intact Wood White POS 18.7 ±2.7 
1 Porch Outside-2 A Porch Columns Intact Wood White POS 19.7 ±3.0 
1 Porch Outside-2 A Porch Screen-Sash Intact Wood Green POS 4.8 ±1.4 
1 Porch Outside-2 C Porch Trim-Lwr Peeling Wood White POS 21.3 ±3.4 
1 Porch Outside-2 C Porch Floor Peeling Wood Grey POS 8.5 ±2.2 
1 Porch Outside-2 C Porch Trim-Upr Intact Wood White POS 42 ±1.2 
1 Porch-1 A Door Casing Intact Wood White P~S 2.7 ±0.8 
1 Porch-1 A Porch Lattice Intact Wood White P~S 2.3 ±0.6 
1 Porch-1 A Wall Wall Intact Masonite White P~S 6.7 ±2.2 
1 Porch-1 B Porch Columns Intact Wood White P~S 13.4 ±2.7 
1 Porch-1 C Porch Ceiling Intact Wood White P~S 18.6 6.2 
1 Porch-1 0 Ooor-1 Door Intact Wood White P~S 12.0 ±2.4 
i POFvh ... 1 D Door ... 1 Casing intact vVooel Vvhite POS 17.2 ±3.0 
1 Porch-1 0 Ooor-2 Door Intact Wood White P~S 14.5 ±2.7 
1 Porch-1 0 Ooor-2 Casing Intact Wood White P~S 14.9 ±2.8 
1 Porch-1 0 Ooor-2 Threshold Intact Wood Grey P~S 7.2 ±2.1 
1 Porch-2 A Porch Columns Intact Wood White P~S 4.5 ±1.6 
1 Porch-2 A Door Casing Intact Wood White POS 2.9 ±O.9 
1 Porch-2 A Porch LattIce Intact Wood White P~S 4.5 ±1.S 
1 Porch-2 A Porch Ceiling Intact Wood White P~S 15.0 ±S.8 
1 Porch-2 B Wall Wall Intact Masonite White P~S 3.5 ±2.1 
1 Porch-2 B Door Door Intact Wood White P~S 11.4 ±2.6 
1 Porch-2 B Door Casing Intact Wood White P~S 16.3 ±2.9 
1 Porch-2 B Floor Floor Intact Wood Grey P~S 1.7 ±0.5 
1 Porch-2 0 Wall Wall Intact Masonite White P~S 4.0 ±1A 
1 Room-1 A Window Sash Intact Wood Beige POS 3.1 ±O.S 
1 Room-2 C Window Sash Intact Wood Beige P~S 

I 
4.5 ±1.1 

I 1 Room-3 C Window Sash Intact Wood Beige P~S 2.8 ±1.0 
2 Bath-2 C Window Sash Intact Wood Beige P~S 1.6 ±O.S 
2 8ath-3 0 Window Sash Intact Wood Beige P~S 2.4 ±0.9 
2 Hall-4 0 Closet Hanger-Rod Intact Metal Beige P~S 1.1 ±0.6 
2 Hall-4 0 Window Sash Intact Wood Beige P~S 1.5 ±O.S 
2 ROu'II-2 A 'v'Vindow ... 1 Sash Intact 'vA,Jood Belgt: P~S .. ±O.5 .. '+ 

2 Room-3 C Window-3 Sash Intact Wood Beige P~S 1.6 ±0.5 
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XRF Field Data Sheets 
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Paint Page I 
Quuters M-6, Lead-Based Paint Survey 

Charleston Naval Complex 
Site: 43 Date: 3/113198 

RaJ>ges (NEG<INC<POS)I: Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr PbL(mlvcm') RES PbK Combined 01 Date Not., 

I 43 I 6 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 O.O± 0.0 O.O± 0 0 0.0 3/12/98 

2 43 2 6 1 Calibrate-l Calibrate Calibrate I.09*IU4 POS l.0* 0.6 1.1 * 0.1 1.1 3/121911 

3 43 3 6 1 Calibrate-2 Calibrate Calibrate 1.30 * 0.27 POS 0.9± 0.6 1.3 * 0.3 2.5 3112/911 

4 43 4 6 I Calibrate-3 Calibrate Calibrate 1.09 * 0.23 POS 0.7 * 0.5 1.1 * 0.2 2.2 31121911 

5 43 5 6 I Room-I A Wall-Upr Wall Intact Drywall Beige 012±036 NEG 0.1 ± 0 5 01±0.4 4.7 3/12/911 "6 

6 43 6 6 I Room-I B Wall-Upr Wall Intact Drywall Beige 008 ± 0 26 NEG 07±0.4 01 ± OJ 3.7 3/12/911 

7 43 7 6 I Room-I C Wall·Upr Wall Intact Drywall Beige 0.07 ± 032 NEG 0.2 ± 0 5 01 ± 0.3 3.4 3/12/98 

8 43 8 6 I Room-I D Wall-Upr Wall Intact Drywall BeIge o DB 0 39 NEG -1.0±0.8 0.1 ± 0.4 2.2 3/12/911 

9 43 9 6 I Room-I D Wall Chair-rail Intact Wood Beige 0.02 ± 0 to NEG 0.2 * 0 7 0.0 ± 0 I 4.1 3/12/911 

10 43 to 6 I Room-I D Wall Baseboard Intact Wood Beige 0.05 ± 0.19 NEG 0.2 ± 0 5 0.1 ± 0.2 1.8 3/12/911 

11 43 11 6 I Room-I D Floor Floor Intact Wood Varnish 001±010 NEG 0.3 ± 0.6 OO±O.I 1.0 3/12/911 

12 43 12 6 I Room-I D Wall-Lwr Wall Intact Wood Beige 022 ± 0.29 NEG ·0.2 ± 0.4 0.2 ± 0.3 7.8 3/12/911 

13 43 13 6 I Room-I A Wall-Lwr Wall Intact Wood Beige 0.08 ± 0.40 NEG -0.1 ±0.6 01 ±0.4 35 3112/911 

14 43 14 6 I Room-I B Wall-Lwr Wall Intact Wood Beige 004±0.34 NEG -03 ± 0.6 0.0 ± 0.3 2.2 3/12/911 

15 43 15 6 I Room-I C Wall-Lwr Wall Intact Wood Beige 0.04 ± 0.41 NEG -0.4 ± 0 7 0.0 ± I) 4 18 3/12/911 

16 43 16 6 I Room-I C Door Door Intact Wood Beige 004±029 NEG 0.0 ± 0 6 0.0 ± I) 3 1.8 3112/911 

I7 43 17 6 I Room-I C Door Casing Intact Wood Beige 0.20 ± 0.30 NEG 0.4 ± 0.4 02 ± 0.3 4.3 3/12/911 

18 43 18 6 I Room-I C Wall . Wall-Rgstr Intact Metal Beige 0.16±0.29 NEG 0.6 ± 0.5 0.2 ± 0.3 6.4 3/12/911 

19 43 19 6 I Room-I A Window Casing Intact Wood Beige 0.08 ± 0.48 NEG -0.4 ± 0 7 0.1 ± 0.5 26 3/12/911 

20 43 20 6 1 Room-l A Window Sash Intact Wood Beige 0.24 * 0.47 POS 3.1 *0.8 3.1 *IU 4.4 3/121911 

21 43 21 6 I Room-I B Door Door Intact Wood Beige o 18±0.32 NEG 1.0* 04 02 ± 0.3 4.7 3/12/911 '7 

22 43 22 6 I Room-I B Door Casmg Intact Wood Beige 007±0.16 NEG -03±0.7 01 ± 0.2 1.5 3/12/98 

23 43 23 6 1 Porch-l B Porch Columns Intact Wood White 2.18 * :Z.02 POS 13.4 * 2.7 13.4 * 2.7 4.1 3/12/911 

24 43 24 6 1 Porch-l A Door Casing Intact Wood White 2.72 * 0.83 POS 4.2 * 1.0 2.7 * 0.8 2.7 31121911 

25 43 25 6 1 Porch-l A Porch Lattice Intact Wood White 1.02 * 0.75 POS 2.3 *0.6 2.3*0.6 10.0 3112/911 

26 43 26 6 1 Porch-l A Wall Wall Intact Masonit., White »5.0 * 1.00 POS 6.7 * 2.2 6.7 * :Z.2 5.4 3/121911 

27 43 27 6 1 Porch-l 0 Door-l Door Intact Wood White 2.74 * :1.36 POS 12.0* 2.4 ll.O * :Z.4 3.8 3/121911 

28 43 28 6 1 Porch-l D Door-I Casing Intact Wood White 2.56 * :1.53 POS 17.2 * 3.0 17.2 * :1.0 7.9 31121911 

29 43 29 6 1 Porch-l D Door-2 Door Intact Wood White 2.14 * :Z.03 POS 14.5 * 2.7 14.5 * 2.7 4.2 3/121911 

30 43 30 6 1 Porch-l 0 Door-2 Casing Intact Wood White 3.03 * :1.07 POS 14.9 * 2.8 14.9 * :Z.8 3.6 3/121911 

31 43 31 6 1 Porch-l 0 Door-2 Thresbold Intact Wood Gray 3.38 * 1.72 POS 7.2 * 2.1 7.2 * 1.1 3.4 31121911 

32 43 32 6 I Hall-I D Wall-Upr Wall Intact Drywall Beige 0.07 ± 0.41 NEG -0.1 ±O 8 01 ± 0.4 3.0 3112/911 

33 43 33 6 I Hall-I A Wall-Upr Wall Intact Drywall Beige 026 ± 0 39 NEG 03 ± 0.4 03±04 7.0 3112/911 

34 43 34 6 I Hall·) B Wall-Upr Wall Intact Drywall Beige 012 ± 036 NEG -0 I ± 05 0.1 ± 0 4 39 3112/98 

35 43 35 6 I Hall-I C Wall-Upr Wall Intact Drywall Beige 026 ± 0.33 NEG 0.1 ± 0.4 0.3 ± 0 3 7.7 3112/9lI 

36 43 36 6 I Hall-I C Wall Chair-rail Intact Wood Beige 001 ± 0.12 NEG 0.2 ± 0.3 O.O±O.I 1.2 3112/911 

37 43 37 6 I Hall-I C Wall Baseboard Intact Wood Beige 0.07 ± 0.23 NEG 0.2 ± 0 5 01 ± 0.2 2.4 3/12/911 

38 43 38 6 I Hall-I C Wall-Lwr Wall Intact Wood Beige 0.25 ± 0 30 NEG 0.0 ± 0.3 OJ ± 0 3 7.7 3112/911 

39 43 39 6 I Hall-I B Wall·Lwr Wall Intact Wood Beige 007 ± 0 41 NEG -0.7 ± 0.7 01±04 3.0 3112/9U 

40 43 40 6 I Hall-I A Wall-Lwr Wall Intact Wood Beige 010 ± 0 38 NEG -0.6 ± 0.6 0.1 ± 0.4 43 3/12/911 

41 43 41 6 I Hall-I B Door Door Intact Wood Beige o 15±0 17 NEG 0.6 ± 0.4 0.2 ± 0.2 3.1 3/12/911 '8 

42 43 42 6 1 Hall-I B Door Casing Intact Wood Beige o 12±0.42 NEG -0.3 ± 0 8 01 ± 0.4 27 3/12/9U 

43 43 43 6 I Hall-I D Stairs Rail-cap Intact Wood Varnish 0.00 ± 0.16 NEG -0.1 ± 0 7 0.0 ± 0 2 1.0 3/12/911 

44 43 44 6 I Hall-I D Stairs-O Tread Intact Wood Varnish 0.00 ± 0.10 NEG -0.1 ± 0.6 0.0*0 I 1.0 3112/911 

4S 43 45 6 I Hall-I 0 Stairs-O Riser Intact Wood Beige 044±022 NEG 0.3 ± 0.5 0.4 ± 0 2 3.3 3/12/911 

46 43 46 6 I Hall-I D Stairs-O Baseboard-Ins Intact Wood Beige 038 ± 0.25 NEG 1.1 ± 0.5 0.4 ± 0.3 4.0 3112/911 

47 43 47 6 I Hall-I D Cabinet Door-Out Intact Wood Beige 0.22 ± 0.28 NEG 0.0 ± 0.4 02 ± 0.3 4.3 3/12/911 

48 43 48 6 1 Hall-I D Cabinet Inside Intact Wood Beige 0.15 ± 0.29 NEG 0.3 ± 06 02±03 22 3/12/911 

49 43 49 6 \ Hall-\ D Cabinet Shelf Intact Wood Beige 0.11 ± 0.10 NEG -04 ± 0 7 -0.4 ± 0.7 84 3/12/911 

50 43 50 6 I Hall-I D Floor Floor Intact Wood Varnish 0.00 ± 0.10 NEG -0.6 ± 0.7 0.0 ± 0 I 1.0 3/\2/911 

51 43 51 6 I Shutter Cal-I Calibrate Calibrate OOO±OOO O.O± 0.0 0.0 ± 0 0 0.0 3/12/911 

52 43 52 6 1 Calibrate-l Calibrate Calibrate 1.13 * 0.14 POS 0.5 * o.~ 1.1 ± 0.1 1.1 3/12/98 

53 43 53 6 1 Calibrate-2 Calihrate Calibrate 1.00 ± 0.13 POS 0.4*0.5 1.0 * 0.1 1.0 3/121911 

54 4~ 54 6 I Calibrate-3 Calibrate Calibrate 1.10 * 0.24 POS 0.4 * 0.4 1.1 * 0.2 2.3 3/12/911 

55 43 55 6 I Shutter Cal-I CalIbrate CalIbrate 000 ± 0.00 OO±OO 00 ± 0.0 00 3/12/911 

56 43 56 6 I Calibrate-l Calibrate Calibrate 1.09 * 0.14 POS 0.7 ± 0.4 1.1 * 0.1 1.1 3/13/911 

57 43 57 6 1 Calibrate-2 Calibrate Calibrate 1.18 * 0.26 POS 0.7 * 0.5 1.2 * 0.3 2.4 3/13/911 

58 43 58 6 I Calibrate-3 Calibrate Calibrate 0.94 ± 0.20 NEG 0.6 ± 0.4 0.9 ± 0.2 2.0 3113/911 

59 43 59 6 I Room-2 A Wall-Upr Wall Intact Drywall Beige 0.11 ±O.26 NEG 0.3 ± 0 4 0.\ ± 0.3 40 3113/911 

60 43 60 6 I Room-2 B Wall-Upr Wall Intact Drywall Beige 0.26 ± 0033 NEG 0.3 ± 0 4 03 ± 0.3 76 3/13/9!~ 

61 43 61 6 I Room-2 C Wall·Upr Wall Intact Drywall Beige o OB 0 31 NEG -0.1 ± 0.7 01 ± 0 3 33 3/13/911 

62 43 62 6 I Room-2 D Wall·Upr Wall Intact Drywall Beige 024 ± 0 10 NEG -05±06 -05 ± 0.6 10.0 3113/911 

63 43 63 6 I Room-2 D Wall Chair-rail Intact Wood BeIge 000 ± 0.10 NEG 0.2 ± 0.5 OO±OI 1.0 3/13/9/1 

64 43 64 6 I Room-2 D Wall Baseboard Intact Wood Beige 001±01O NEG -0.2 ± 07 0.0 ± 0.1 1.3 3/13/9/1 

65 43 65 I Room-2 D Wall-Lwr Wall Intact Wood Beige 026 ± 010 NEG -0.5 ± 0.6 -05 ± 0 6 '" ~/1 ~/Oll 
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66 43 66 6 I Room-2 C Wall-Lwr Wall Intact Wood Beige 030 ± 0 21 NEG -0.3 ± 03 -03 ± 0.3 10.0 3113/98 
67 43 67 6 I Room-2 B Wall-Lwr Wall Intact Wood Beige 013 ± 0 39 NEG -04 ± 0 5 01 ± 0.4 4.8 3/13/98 
68 43 68 6 I Room-2 A Wall-Lwr Wall Intaci Wood Beige 004 ± 0 29 NEG 03 ± 0.6 00±03 16 3113/98 
69 43 69 6 I Room-2 B Door-Lwr Casing Intact Wood Beige 0.14±0.33 NEG 03±06 01 ± 0 3 2.6 3113198 
70 43 70 6 I Room-2 B Door Door Intact Wood Beige 0.15 ± 0.24 NEG 0.8 ± 0.4 0.2 ± 0.2 4.1 3113/9·8 "9 
71 43 71 6 I Room-2 D Door Door Intact Wood Beige 013 ± 0.37 NEG -0.1±07 01±04 2.6 3113/9·8 "\0 
71 43 71 6 I Room-2 C Winldow Sash Intact Wood Beige 0.37: 0.49 POS 4.5: II.! 4.5: 1.1 8.3 3/13/98 
73 43 73 6 I Room-2 C Window Casing Intact Wood Beige 0.13 ± 0.36 NEG -0.1 ± 0.8 0.1 ± 0.4 2.7 3113/98 
74 43 74 6 I Room-2 A Bookcase Frame Intact Wood Beige 012±029 NEG -0.2 ± 0.7 0.1 ± 0.3 2.3 3/13/98 
75 43 75 6 I Room-2 A Bookcase Shelf Intact Wood Beige 0.08 ± 0.16 NEG 0.3 ± 0 4 0.1 ± 0.2 26 3/13/98 
76 43 76 6 I Room-2 A Cabind-Lwr Door-Out Intact Wood Beige 0.10 ± 0.25 NEG -0.6 ± 0.7 0.1 ± 0.3 2.1 31\3198 
77 43 77 6 1 Room-2 A Cabinet-Lwr Inside Intact Wood Beige 0.19±027 NEG -0.3 ± 0.5 0.2 ± 0.3 3.2 3/13/98 
78 43 78 6 I Room-2 A Cabinet-Lwr Shelf Intact Wood Beige o 14±023 NEG -0.2 ± 0.5 0.1 ± 02 2.6 31\3/98 
79 43 79 6 I Room-2 A Floor Floor Intact Wood Vamish 0.00 ± 0.10 NEG 0.1 ±07 O.O± 0.1 1.0 3/13/98 
80 43 80 6 1 Room-2 B Wall Wall-Rgstr Intact Metal Beige 0.18 ± 0.23 NEG 0.3 ± 0.9 0.2 ± 0.2 23 3113/98 
81 43 81 6 I Kitchen A Wall Wall Paper Intact Drywall Beige 009 ± 0.40 NEG -04±07 01±04 37 3/13/98 
82 43 82 6 I Kitchen B Wall Wall Paper Intact Drywall Beige 0.02 ± 0.30 NEG -0.2 ± 0 7 0.0 ± 0.3 1.8 3/13/98 
83 43 83 6 I Kitchen C Wall Wall Paper Intact Drywall Beige 0.13 ± 035 NEG -0 I ± 0.7 0.1 ± 04 54 31\3/98 
84 43 84 6 I Kitchen D Wall Wall Paper Intact Drywall Beige 0.09 ± 0 46 NEG -0.2 ± 0.6 0.1 ± 0 5 3.1 3113/98 
85 43 85 6 I Kitchen C Window Casmg Intact Wood Beige 0.52 ± 0.30 NEG 1.0 ± 0.4 0.5 ± 0.3 63 3/13/98 
86 43 86 6 I Kitchen C Window Sll5h Intact Wood Beige 0.75: 0.59 POS 3.2*0.9 3.2 :0.9 10.0 3/13/98 
87 43 87 6 I Kitchen B Door Door Intact Wood Beige O.IO± 0.37 NEG -0.2 ± 0.7 0.1 ± 0.4 2.4 3113/98 
88 43 88 6 I Kitchen B I)()or Casing Intact Wood Beige O.DI ± 0.27 NEG -03 ± 0.6 0.0: 0.3 1.4 3/13/98 
89 43 89 6 I Kitchen A Cabinet Door-Out Intact Wood Beige 006 ± 0.35 NEG -0.1 ± 0 S 01 ± 0.4 2.2 3113/98 
90 43 90 6 I Kitchen A Cabinet Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.6 ± 0.7 0.0 ± 0.1 1.0 3/13/98 
91 43 91 6 I Kitchen A Cabinet vent duct Intact Metal Beige 002±0 19 NEG 0.0±0.8 0.0 ± 0.2 2.2 3/13/98 
92 43 92 6 I Kitchen A Cabinet Shelf Intact Wood Beige O.OO±O.IO NEG -0.1 ± 0.6 O.O±O.I 1.0 3/13/98 
93 43 93 6 I Kitchen A Cabinet Door-Ins Intact Wood Beige 0.05 ± 0.38 NEG -0.2 ± 0.6 0.1 ± 04 2.5 3/13/98 
94 43 94 6 I Kitchen D Cabinet Door-Out Intact Wood Brown OOO±O.IO NEG -03 ± 0.6 O.O±O I 1.0 3113/98 
95 43 95 6 I Kitchen D Cabinet Door-Ins Intact Wood Brown O.OO±O \0 NEG -0.1 ± O.S 00±01 1.0 3113/98 
96 43 96 6 I Kitchen C Wall-Lwr Paneling Intact Wood Brown 0.01 ± 0.10 NEG -0.8 ± 0.7 O.O± 0.1 II 31\3/98 
97 43 97 6 I Hall-2 A Wall Wall Intact Drywall Beige 001 ± 0.22 NEG -0.1 ± 0.6 0.0 ± 0.2 1.0 3113/98 
98 43 98 6 I Hall-2 B Wall Wall Intact Drywall Beige O.OO±O.IO NEG 0.2 ± 0.7 O.O± 0 I 1.0 3/13/98 
99 43 99 6 I Hall-2 C Wall Wall Intact Drywall Beige 0.11 ± 0.26 NEG 0.0 ± 0.7 0.1 ± 0.3 6.6 31\3/98 
100 43 100 6 I Hall-2 D Wall Wall Intact Drywall Beige 009±0 10 NEG -0.2 ± 0.7 0.1 ±O I 6.3 3113/98 
101 43 101 6 I Hall-2 D Door Door Intact Wood Beige 001 ±o II NEG -0.2 ± 0.6 O.O±O I 1.0 3113198 
102 43 102 6 I Hall-2 D I)()or Casing Intact Wood Beige 0.03 ± 0.42 NEG -06±O7 OO±04 1.3 31\3/98 
\03 43 103 6 I Hall-2 A Door Door Intact Wood Beige O.OO±O.IO NEG 0.1 ± O.S O.O± 0.1 1.0 3/13/98 
104 43 104 6 I Hall-2 C I)()or Door Intact Wood Beige 0.04 ± 0.37 NEG -0.1 ± 0.6 0.0 ± 0 4 2.1 3113/98 
105 43 105 6 I Hall-2 A Closet Wall Intact Drywall Beige 001 ±0.21 NEG -0.4 ± 0.6 0.0 ± 02 10 3113/98 
106 43 106 6 I Hall-2 B Closet Wall Intact Drywall Beige 0.03 ± 0.34 NEG -0.2 ± 0.7 0.0 ± 0.3 17 3/13/98 
107 43 107 6 I Hall-2 D Closet Wall Intact Drywall Beige 0.00 ± 0.17 NEG -0.4 ± 0.7 0.0 ± 0.2 1.0 3113/98 
108 43 108 6 I Hall-2 C Closet Door Intact Wood Beige OOO±O 10 NEG -0.4 ± 0 6 O.O±O.I 1.0 3/13/98 
109 43 109 6 I Hall-2 C Closet Casing Intact Wood Beige 002 ± 0.10 NEG -0.7 ± 0.6 00±01 1.6 3/13/98 
110 43 110 6 I Hall-2 A Closet Elec-Panel Intact Metal Silver 001 ±O.ll NEG -0.7± il.O OO±O.I 1.0 3113/98 
III 43 III 6 I Hall-2 C Wall Elee-Panel Intact Metal Gray 001 ±O.IO NEG -0.5 ± :1 0 OO±O.I 1.0 3/13/98 
112 43 112 6 I Shutter Cal- I Calibrate Calibrate 0.00: 0.00 O.O±O.O O.O± 0.0 0.0 3/13/98 
113 43 113 6 I Calibrate-I Calibrate Calibrate 1.04±0.13 POS 0.8 :0.4 1.0: 0.1 1.0 3/13/98 
114 43 114 6 1 Calibrate-2: Calibrate Calibrate 1.02 :0.22 POS 0.5:0.4 LO: 0.2 2.1 3/13/98 
liS 43 115 6 I Bath-I A Wall Wall Paper Intact Drywall Beige 0.01 ± 0.10 NEG -0.4 ± 0 7 O.O± 0.1 1.0 3113198 
116 43 116 6 I Bath-I B Wall Wall Paper Intact Drywall Beige 0.03 ± 0.16 NEG 02 ± 0.5 O.O± 0.2 15 3113198 
117 43 117 6 I Bath-I C Wall Wall Paper Intact Drywall Beige 015 ± 0 25 NEG 03 ± 0.4 OH03 6.7 3113/98 
118 43 118 6 I Bath-I D Wall Wall Paper Intact Drywall Beige 003 ± 0.33 NEG -0.7 ± 0.7 00±03 2.1 3113/98 
119 43 119 6 I Bath-I C Window Castng Intact Wood Beige 0.10: 0.44 NEG 0.3:0.7 0.1 ± 0.4 2.7 3113198 
120 43 120 6 I Bath-l C Wi~ldow Sash Intact Wood Beige 0.43:0.80 POS 2.9:0.9 2.9:0.9 6.3 3/13/98 
121 43 121 6 I Bath-I A Door Casing Intact Wood Beige 0.02: 0.12 NEG 0.2 ± O.s O.O± 0.1 1.0 3113198 
122 43 122 6 I Bath-I A Door Door Intact Wood Beige 004 ± 0.10 NEG 0.2 ± 0.7 00±01 2.7 3/13/98 
123 43 123 6 I Bath-I B Cabinet-Lwr Door-Out Intact Wood Beige O.OO±O.IO NEG 0.4 ± 0.7 O.O± 0.1 1.0 3/13/98 
124 43 124 6 I Bath-I B Cabinet-Lwr Inside Intact Wood Beige 0.00±0.14 NEG -0.6 ± 0.6 O.O± 0.1 1.0 3/13/98 
125 43 125 6 I Bath-I A Wall Wall-Rgstr Intact Metal Beige 0.49 ± 0.15 NEG 07 ± 0.6 05 ± 0.2 2.2 3113198 
126 43 126 6 I Room-3 A Wall Wall Intact Drywall Beige 0.15 ± 0.10 NEG 0.0 ± 0 6 O.O± 0.6 10.0 3113198 
127 43 127 6 I Room-3 B WaH-Upr Wall Intact Drywall Beige 0.05 ± 0.30 NEG 0.3 ±O7 01 ± 0.3 3.2 3113/98 
128 43 128 6 I Room-3 C Wall!-Upr Wall Intact Drywall Beige 0.11 ± 0.34 NEG -0.5 ± 0.7 01±03 5.0 3113/98 
129 43 129 6 I Room-3 D WalU-Upr Wall Intact Drywall Beige 006 ± 0.29 NEG -0.3 ± 0.5 0.1 ± 0.3 24 3/13/98 
130 43 130 6 I Room-3 D Wall-Lwr Wall Intact Wood Beige 007 ± 0.44 NEG 00±O6 01 ± 0.4 24 3113/98 
131 43 131 6 I Room-3 C Wall-Lwr Wall Intact Wood Beige 0.19±0.IO NEG 0.2 ± 0.7 0.2± 0.7 10.0 3113/98 
132 43 132 6 I Room-3 B Wall-Lwr Wall Intact Wood BeIge OOO±O.IO NEG -0.8 ± 0.6 OO±O.I 10 3/13/98 
133 43 133 I Room-3 B Wall Baseboard Intact Wood Beige 001 ±on NEG 0.0 ± 0.6 0.0 ± 0.2 1 '/13/98 
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134 43 134 6 I Room-3 B Wall ChaIr-rail Intact Wood Beige 015±0.10 NEG .0.1 ±0.7 -0.1 ±0.7 10.0 31\3/98 

135 43 135 6 I Room-3 B Door Casing Intact Wood Beige 006±046 NEG 01 ±0.6 01 ± 0.5 2.5 31\3/98 

136 43 136 6 I Room-3 B Door Door Intact Wood Beige 002 ± 0 18 NEG .0.8 ± 0 6 00±02 1.0 31\3/98 

137 43 137 6 I Room-3 A Door Door Intact Wood Beige 002 ± 0 10 NEG 0.2 ± 0 5 00±01 1.0 3/13/98 

138 43 138 6 I Room-3 0 Door-Upr Bulkhd-Dr Intact Wood Beige 0.04 ± 0.12 NEG 0.3 ± 0 6 OO±O.I 1.J 3113/98 

139 43 139 6 1 Room-3 C Window Casing Intact Wood Beige 0.20 ± 0.22 NEG .0 I± 05 02±02 3.4 3/13/98 

140 43 140 6 1 Room-3 C Window Sash Intact Wood Beige 0.62 %0.72 POS 2.8 % 1.0 2.8% 1.0 5.0 3/13198 

141 43 141 6 1 Room-3 A Closet Wall Intact Drywall Beige 0.05 ± 0.10 NEG .0.4 ± 0.6 0.1 ± 0.1 4.6 3113/98 

142 43 142 6 1 Room-3 B Closet Wall Intact Drywall Beige 0.01 % 0.25 NEG ·0.4 ± 0.6 OO± 0.3 1.0 3113198 

143 43 143 6 I Room-3 C Closet Wall Intact Drywall Beige 0.05 % 0.25 NEG 0.2 ± 0.7 0.1 ± 0.3 4.0 3/13/98 

144 43 144 6 I Room-3 D Closet Wall Intact Drywall Beige 002%0.19 NEG 0.2 ± 0.4 0.0 ± 0.2 2.1 3113198 

145 43 145 6 I Room-3 C Closet Door Intact Wood Beige 0.04 ± 0.37 NEG -0.6 ± 0.6 0.0 ± 0 4 1.5 3113/98 

146 43 146 6 I Room-3 C Closet Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.1 ±0.6 00±01 1.2 3113/98 

147 43 147 6 I Room-3 A Closet Shelf Intact Wood Beige OOO±O.IO NEG -0.5 ± 0 6 00 ± 0.1 10 3113/98 

148 43 148 6 I Room-3 A Closet Baseboard Intact Wood Beige 002±0.10 NEG 00±0.7 0.0 ± 0.1 20 3113198 

149 43 149 6 I Room-3 C Closet vent duct Intact Metal Beige 0.01 ±O.IO NEG .0.4 ± 0.9 O.O±O.I 1.0 3/13/98 

ISO 43 ISO 6 I Room-3 A Wall Wall·Rgstr Intact Metal Beige 0.30 ± 0.23 INCOM 0.1 ± 0.5 0.1 ± 0.5 10.0 3113/98 

151 43 lSI 6 1 Room-3 A Wall Wall-Rgstr Intact Metal Beige 0.10 ± 0.45 NEG 0.4 ± 0 9 01 ± 0.5 3.1 3113/98 

152 43 152 6 I Hall·3 D Wall Wall Paper Intact Drywall Beige 0.07 ± 0.32 NEG -0.3 ± 0.7 01±0.3 4.1 3/13/98 

153 43 153 6 I Hall-3 A Wall Wall Paper Intact Drywall Beige 0.05 ± 0.29 NEG 0.2 ± 0.7 0.1 ± 0.3 35 3113/98 

154 43 154 6 1 Hall-3 B Wall Wall Paper Intact Drywall Beige 0.03 ± 0.24 NEG 0.3 ± 0 7 00±02 13 3/13/98 

155 43 155 6 I Hall-3 B Wall Baseboard Intact Wood Beige 016±0.10 NEG 0.1 ±0.6 0.1 ± 0.6 10.0 3113198 

156 43 156 6 1 Hall-3 0 Door Door Intact Wood Beige o 14±0.14 NEG 0.7 ± 0.5 01 ±o I 2.S 3113198 

157 43 157 6 I Hall-3 D Door Casing Intact Wood Beige 0.15 ± 0.31 NEG -0.1 ± 0.5 0.2 ± 0.3 3.1 3/13/98 

158 43 158 6 I Hall-3 A Door Door Intact Wood Beige 0.13 ± 0 38 NEG -04±06 0.1 ± 0 4 3.0 3113/98 

159 43 159 6 I Hall-3 C Door Door Intact Wood Beige 0.10 ± 0.23 NEG -0 I ±0.7 01 ± 0.2 2.0 3/13/98 

160 43 160 6 I Hall-3 C Ceiling Beam Intact Wood Beige 0.10 ± 0.39 NEG -08 ± 08 0.1 ± 0.4 2.8 3113/98 

161 43 161 6 I Mech-rm D Door Door Intact Wood Beige 014±0.21 NEG -0.3 ± 0.7 0.1 ± 0.2 2.0 3113/98 

162 43 162 6 I Mech-rm D Door Casing Intact Wood Beige o 15±0.17 NEG -0.1 ±O 7 02±02 1.6 3113/98 

163 43 163 6 I Porch-2 A Porch Columns Intact Wood White 4.46 * 1.64 POS 12.7 * 2.8 4.5% 1.6 6.3 3113198 

164 43 164 6 I Porch-2 A Door Casing Intact Wood White 2.89 * 0.85 POS 3.3 * 1.0 2.9%0.9 2.6 3113198 

165 43 165 6 1 Porch-2 A Porch Lattice Intact Wood White 0.54 * 1.26 POS 4.5 * 1.5 4.5 % 1.5 6.0 3/13/98 

166 43 166 6 I Porch-2 A Wall Wall Intact Plywood White 0.00 ± 0.10 NEG ·0.7± 0 7 0.0 ± 0 I 1.0 3/13/98 

167 43 167 6 1 Porch-2 B Wall Wall Intact Masonite White »5.0% 1.00 POS 3.5 % 2.1 3.5% 2.1 5.1 3/13198 

168 43 168 6 1 Porch-2 C Wall Wall Intact Masonite White 0.0H-0.I0 NEG -0.1 ± 0.7 0.0±0.1 1.0 3/13/98 

169 43 169 6 1 Porch-2 D Wall Wall Intact Masonite White 2.93 * 1.43 POS 4.8 % 1.4 4.8% 1.4 3.8 3/13198 

170 43 178 6 1 Porc:h-2 B Door Door Intact Wood White »5.8* 1.00 POS 11.4 * 2.6 11.4* 2.6 6.1 3/13198 

171 43 171 6 1 Porch-2 B Door Casing Intact Wood White 4.10% 2.00 POS 16.3 % 2.9 16.3% 2.9 6.3 3/13/98 

172 43 172 6 1 Porch-2 C Door Door Intact Wood White 0.02% 0.34 NEG -0.2 ± 0.6 0. 0 ± 0.3 1.5 3113/98 

173 43 173 6 I Porch-2 C Door Casing Intact Wood White om ± 0.10 NEG -02 ± 0.6 O.D± 0..1 1.2 3113/98 

174 43 174 6 1 Porch-2 A Closet Door Intact Wood Beige 0.02 ± 0.10 NEG 0.1 ±0.7 0.0±0.1 1.0 3113/98 

175 43 175 6 1 Porch-2 A Closet Casing Intact Wood Beige 0.01 ±O 10 NEG 0. 2 ± 0.5 O.O±O.I 1.0 3113/98 

176 43 176 6 I Porch-2 C Closet Baseboard Intact Wood Beige 0..01 ± 0.10. NEG -0 I ± 0.6 O.O±O.I 1.0 3/13/98 

177 43 177 6 I Porch-2 C Closet Wall Intact Drywall Beige 011 ±O.ID NEG -D2±D.7 0.1 ±D.l 7.2 3/13/98 

178 43 178 6 I Porch-2 D Closet Wall Intact Drywall Beige 0. 14 ± 0.23 NEG 0..2 ± 0. 6 D2±06 8.4 31\3/98 

179 43 179 6 I Porch-2 A Closet Wall Intact Drywall Beige 0.01 ± 0.10 NEG 0.2 ± 0.5 D.O±D 1 10 3113/98 

180 43 180. 6 1 Porch-2 B Closet Wall Intact Drywall Beige 0.01 ±0.17 NEG -0.6 ± 0.7 00 ± 0.2 1.0 3/13/98 

181 43 181 6 1 Porch-2 B Floor Floor Intact Wood Gray 1.65 * 0.48 POS 1.5 % 0.8 1.1* 0.5 1.9 3113198 

182 43 182 6 1 Porch Outside-2 A Porch Columns Intact Wood White 1.64% 1.46 POS 19.7 % 3.8 19.7 *3.0 10.0 3/13/98 

183 43 183 6 I Porch Outside-2 A Wall Wall Intact Plywood White 0.00 ± 0..10. NEG -0.4 ± 0.6 O.O± 0.1 1.0 3/13/98 

184 43 184 6 1 Porch Outside-2 A Porch Screen-sash Intact Wood Green 2.27 % 1.02 POS 4.8 % 1.4 4.8 * 1.4 3.0. 3/13/98 

185 43 185 6 I Porch Outside-2 A Awning Awning Intact Metal White 0.09 ± 0..10. NEG .0. 1 ± 0.7 -0 I ±D.7 10.0 3113/98 

IS6 43 186 6 1 Outside D House Awning Intact Metal White 0.75% 8.18 POS 1.2 % 0.3 1.2 * 0..3 3.5 3113198 

187 43 187 6 1 Outside D House Wall Intact Masomte White 0.02 ± 0.21 NEG -0.4 ± 0.8 0.0 ± 0.2 1.1 3113/98 

188 43 188 6 I Outside A House Wall Intact Masonite White 000±0 13 NEG .0. 5 ± 0 8 0.01.0..1 1.0 3il3/98 

189 43 189 6 1 Outside B House Wall Intact Masonite WhIte 0.00 ± 0.16 NEG -0..8 ± 0..8 0.0 ± 0..2 10 3113198 

190 43 190 6 I Outside C House Wall Intact Masonite White 0.01 ±o 17 NEG -0.4 ± 0. 8 0.0 ± 0.2 10 3113198 

191 43 191 6 1 Porch Outside-2 C Porch Trim-Lwr Peeling Wood White »5.0% 1.00 POS 21.3 % 3.4 21.3 * 3.4 3.0. 3/13/98 

192 43 192 6 1 Porch Outside-2 C Porch Floor Peeling Wood Gray 1.36 * 1.10 POS 8.5 % 2.2 8.5* 2 .. 2 2.8 3/13/98 

193 43 193 6 1 Porch Outside-2 C Porch Trim-Upr Intact Wood White 3.90% 2..19 POS 4.2 % 1.2 4.2 * 1..2 3.2 3113198 

194 43 194 6 1 Outside A Window Sash-Ext Intact Wood White 3.27%2..83 POS 15.5*2.7 15.5% 2 .. 7 10.0 3113/98 

195 43 195 6 1 Outside A Window Casing Intact Wood White 1.44 ± 1.29 POS 19.2*3.0. 19.2 % 3 .. 0 10.0 3/13/98 

196 43 196 6 I Porch Outside-I A Porch Floor Intact Concrete Gray 0.13 ± 0.10 NEG 0.4 ± 0.8 0.1 ± 0 . .1 12 3113/98 

197 43 197 6 1 Porch Outside-l A Porch Lattice Intact Wood Green 1.84 % 1..29 POS 1.1 % 0.5 l.l ± 0 .. 5 10.0 3/13198 

198 43 198 6 1 Porch Outside-l A Porch Columns Intact Wood White 0.94 % 2 . .oJ POS 16.4 % 2.9 16.4 * 2 .. 9 6.2 3/13/98 

199 43 199 6 1 Porch Outside-l A Porch Trim-Upr Intact Wood White 1.23 % 1..11 POS 18.7 * 2.7 IS.7 * 2 .. 7 10.0. 3/13198 

!DO 43 200 ~ 1 Outside C House Elec-Panel Intact Metal WhIte 095±0.58 NEG 0.8 ± 0.6 1.0. ± 0 6 7.7 3/13/98 

!Ol 43 201 I Outside C House Elec-Pan,.· Intact Metal WhIte 065±0.24 NEG 0.6±D.1i f'l7+1l,) 
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202 43 202 6 I Garage Outside C Door Casing Intact Wood White 000±0 10 NEG 02±O6 OO±O.I 10 3/13/98 
203 43 203 6 I Garage Outside C Door Door Intact Wood White OOO±O.IO NEG -0 I ± 0 6 0.0 ± 0 I 10 3/13/98 
204 43 204 6 1 Garage Outside C Wall upr trim Intact Wood White 0.78 ± 1.10 POS 8.9±:1.2 8.9±2.2 3.4 3/13/98 
20S 43 20S 6 I Garage Outside C Gawage Wall Intact Other White 001±010 NEG -0.2 ± 0.7 00 ± 0.1 1.4 3/13/98 
206 43 206 6 I Outside C Door Bulkhd-Dr Intact Wood White 1.44 ± 0.35 POS 3.4 ± 0.8 3.4 ± 0.8 1.4 3/13/98 
207 43 207 6 I Garage Outside A Wall Wall Intact vinyl White 0.00 ± 010 NEG 01 ± 0.6 00±01 10 3/13/98 
208 43 208 6 1 Outside A Roll-up Dr Door Inlact Metal White 0.01 ±o 17 NEG 0.1 ± O.S 0.0 ± 0.2 1.0 3/13/98 
209 43 209 6 1 Outside A Roll-up Dr Casing Intact Wood White 0.04 ± 0.10 NEG -0.2 ± 0 7 00±01 10 3/13/98 
210 43 210 6 1 Outside D House Soffit Intact Wood White »5.0± 1.00 POS 23.5 ± :1.2 23.5±3.2 5.7 3/13/98 
211 43 211 6 1 Outside D H~,use Fascia Intact Wood White 2.87 ± 1.40 POS 15.8 ± :1.7 15.8 ± 2.7 2.1 3/13/98 
212 43 212 6 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O±O.O 0.0 ± 0.0 0.0 3/13/98 
213 43 213 6 1 Calibrate-l Calibrate Calibrate 1.01 ± 0.13 POS 0.6 ±O.S 1.0 ± 0.1 1.0 3/13/98 
214 43 214 6 I Calibrate-2 Calibrate Calibrate 0.9H 0.21 NEG 0.5 ± 0 4 1.0 ± 0.2 2 I 3/13/98 
215 43 I 3 2 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 00 0.00100.0 0.0 3113/98 
216 43 2 3 2 Calibrate-:t Calibrate Calibrate 1.00± 0.13 POS 0.9±0.8 1.0 ± 0.1 1.0 3/13/98 
217 43 3 3 2 Calibrate-2: Calibrate Calibrate 0.95 ± 0.23 NEG 0.4 ± 0.8 1.0±02 2.2 3/13/98 
218 43 4 3 2 Room-I A Wall-Upr Wall Intact Drywall Beige 002 ± 0.20 NEG -0.1 ± 1.1 00 ± 0.2 1.0 3/13/98 
219 43 5 3 2 Room-I B Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.10 NEG 0.7 ± 0.7 O.O±O I 1.0 3/13/98 
220 43 6 3 2 Room-I C Wall-Upr Wall Intact Drywall Beige 0.13±0.10 NEG 0.1 ±0.9 0.1 ±O.1 10.0 3/13/98 
221 43 7 3 2 Room-I D Wall-Upr Wall Intact Drywall Beige 0.06 ± 0.30 NEG 0.4 ± 0.7 0.1 ±0.3 2.9 3/13/98 
222 43 8 3 2 Room-I D Wall-Lwr Wall Intact Wood Bc:ige 0.040100.35 NEG -0.4 ± I 2 0.0 ± 0.4 23 3/13/98 
223 43 9 3 2 Room-I 'C WaH-Lwr Wall Intact Wood Beige 0.15 ± 0.10 NEG -0.7 ± 1.3 0.2 ± 0.1 7.9 3/13/98 
224 43 10 3 2 Room-I B WaH-Lwr Wall Intact Wood Beige 001 ±022 NEG -0.1 ± 0.9 O.O± 0 2 1.1 3/13/98 
22S 43 II 3 2 Room-I A WaU-Lwr Wall Intact Wood Beige 001 ±0.18 NEG 0.1 ±0.8 0.0 ± 0.2 1.3 3/13/98 
226 43 12 3 2 Room-I A Wall Chair-rail Intact Wood Beige 0.00 ± 0.10 NEG -0.6 ± 1.5 0.00100 I 1.0 3/13/98 
227 43 13 3 2 Room-I A Wall Baseboard Intact Wood Beige 006 ± 0 30 NEG 0.2 ± 08 0101003 3.4 3/13/98 
228 43 14 3 2 Room-I A Floor Floor Intact Wood Varnish 001 ± 0 27 NEG -15 ± 1.6 00±03 1.0 3/13/98 
229 43 15 3 2 Room-I C Door-I Door Intact Wood Beige 022±047 NEG 0.0 ± 0 8 02±05 49 3/13/98 
230 43 16 3 2 Room-I C Door-2 Door Intact Wood Beige 0.03 ± 015 NEG -0.5 ± 1.3 00±02 1.0 3/13/98 
231 43 17 3 2 Room-I C Door-2 Casing Intact Wood Beige 003 ± 0.14 NEG -0.5 ± 1.3 O.O± 0.1 II 3/13/98 
232 43 18 3 2 Room-I 0 Window-2 Stool Intact Wood Beige O.OO±O 10 NEG -0.1 ± 1.0 O.O± 0 I 1.0 3/13/98 "14 
233 43 19 3 2 Room-I D Window-2 Sash Intact Wood Beige 0.17±0.31 NEG 1.1 ± 0.6 0.2 ± 0.3 62 3/13/98 
234 43 20 3 2 Room-I A Closet Door Intact Wood Beige 0.13±0.71 NEG -0.9 ± 1.3 0.1 ± 07 3.1 3/13/98 
235 43 21 3 2 Room-I A Closet Casing Intact Wood Beige 0.26±0 10 NEG -0.5 ± 1.2 0.3 ± 0.1 10.0 3/13/98 
236 43 22 3 2 Room-I B Closet Baseboard Intact Wood Beige 0.21 ± 0.54 NEG 0.2 ±0.9 0.2 ± 0.5 5.2 3/13/98 
237 43 23 3 2 Room-I C Closet Shelf Intact Wood Beige o 07± 0.63 NEG -0.9 ± 1.4 0.1 ± 0.6 2 I 3113/98 
238 43 24 3 2 Room-I C Closet Hanger-rod Intact Metal Beige 0.12 ± 0.36 NEG O.O± 1.2 0.1 ± 0.4 47 3/13/98 
239 43 25 3 2 Room-I A Closet Wall Intact Drywall Beige 0.07 ± 0 36 NEG 0.2 ±0.9 0.1 ± 0.4 3.1 3/13/98 
240 43 26 3 2 Room-I B Closet Wall Intact Drywall Beige 0.02±0.18 NEG -06± 1.1 0.00100.2 10 3113/98 
241 43 27 3 2 Room-I C Closet Wall Intact Drywall Beige 0.08 ± 0.10 NEG -0.4 ± I 2 0.1 ±O.I 5.9 3/13/98 
242 43 28 3 2 Room-I D Closet Wall Intact Drywall Beige 001 ±O.IO NEG 0.8 ± I) 7 O.O±O.I 1.0 3/13/98 
243 43 29 3 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 0.03 ± 0 23 NEG 0.6± 1.0 0.0 ± 0 2 22 3113/98 
244 43 30 3 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 0010100.14 NEG OB07 O.O± 0.1 1.0 3/13/98 
245 43 31 3 2 Room-2 B Wall-Upr Wall Intact Drywall Beige 004 ± 0.34 NEG -0.3 ± 1.2 0.0 ± 0.3 2.2 3/13/98 
246 43 32 3 2 Room-2 C Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.10 NEG -05±1.2 0.0 ± 0.1 32 3/13/98 
247 43 33 3 2 Room-2 D Wall-Upr Wall Intact Drywall Beige 005 ± 0.10 NEG 0.1 ± 1.0 0.1 ±O.I 5.3 3/13/98 
248 43 34 3 2 Room-2 D Waill-Lwr Wall Intact Wood Beige 0.23 ± 0.36 NEG -1.0 ± 1.4 0.2 ± 0.4 8.3 3/13/98 
249 43 35 3 2 Room-2 C Walil-Lwr Wall Intact Wood Beige 0.02 ± 0.10 NEG -0.3 ± 1.1 O.O± 0.1 2.6 3/13/98 
250 43 36 3 2 Room-2 B Wal'l-Lwr Wall Intact Wood Beige 002±O.lO NEG -0.2± 1.2 0.0 ± 0.1 2.3 3/13/98 
251 43 37 3 2 Room-2 A Waill-Lwr Wall Intact Wood Beige O.OO± 0.10 NEG -1.3± 1.4 O.O± 0.1 1.2 3113/98 
252 43 38 3 2 Room-2 A WaJ,i-Lwr Chair-rail Intact Wood Beige 0.00 ± 0.10 NEG 0.6 ± 0.7 O.O± 0.1 1.0 3/13/98 
253 43 39 3 2 Room-2 A Wall Baseboard Intact Wood Beige 0.05 ± 0 25 NEG -0.3 ± 1.1 01 ± 0.3 2.1 3/13/98 
254 43 40 3 2 Room-2 A Floor Floor Intact Wood Varnish om ±o 18 NEG -03± 1.3 0.0 ± 0.2 10 3113/98 
255 43 41 3 2 Room-2 C Door-I Door Intact Wood Beige 0.07 ± 0.34 NEG -0.4 ± I 3 0.1 ± 0.3 40 3/13/98 
256 43 42 3 2 Room-2 D Door-2 Door Intact Wood Beige 0.06 ± 0 42 NEG -0.9 ± I 6 0.1 ± 04 2.7 3/13/98 
257 43 43 3 2 Room-2 0 Door-2 Casing Intact Wood Beige 005 ± 0.37 NEG -03 ± 1.2 0.1 ± 04 2.8 3/13/98 
258 43 44 3 2 Room-2 A Window-I Stool Intact Wood Beige 004 ± 0 34 NEG -02 ± I I 0.0 ± 0 3 25 3/13/98 
259 43 45 3 2 Room-2 A Window-I Sash Intact Wood E:eige 0.51 ± 0.41 POS 1.4 ± 0.5 1.4 ± 0.5 8.6 3/13/98 
260 43 46 3 2 Room-2 A Closet-2 Door Intact Wood Beige 014 ± 0 28 NEG 06 ± 0.7 0.1 ± 0.3 3 I 3/13/98 
261 43 47 3 2 Room-2 A Closet-2 Casing Intact Wood Beige 0.06 ± 0.47 NEG -0.2 ± 1.0 0.1 ± 0 5 2.3 3/13/98 
262 43 48 3 2 Room-2 B Closet-2 Baseboard Intact Wood BeIge o 49± 0.40 NEG -0.3 ±O 9 0.5 ± 0.4 100 3/13/98 
263 43 49 3 2 Room-2 C Closet-2 Shelf Intact Wood Beige 000±010 NEG 0.2 ± 0 8 O.O±O I 1.0 3/13/98 
264 43 50 3 2 Room-2 C Closet-2 Hanger-rod Intact Metal Beige 0.02 ± 0.10 NEG 0.0 ± 1.1 O.O± 0 I 1.2 3/13/98 
265 43 51 3 2 Room-2 A Closet-2 Wall Intact Drywall Beige 0.14±0.31 NEG 0.4 ± 0.7 01±03 3.9 3/13/98 
266 43 52 3 2 Room-2 B Closet-2 Wall Intact Drywall Beige 0.06 ± 0.39 NEG 02±10 0.1 ± 0.4 2.5 3113/98 
267 43 53 3 2 Room-2 C Closet-2 Wall Intact Drywall Beige 0.09 ± 0.30 NEG -0.4 ± I 2 o I ± 0.3 4.9 3/13/98 
268 43 54 3 2 Room-2 C Closet-2 Wall Intact Drywall Beige 002 ± 010 INCOM -2.1 ± 2.9 00±01 10 3/13/98 
269 43 55 3 2 Room-2 D Closet-2 Wall Intact Drywall Beige o 05± 010 NEG -1.7±15 01±01 41' 1/13/98 
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270 43 56 3 2 Room-2 C Wall Wall-Rgstr Intact Metal BeIge 017 ± 13 22 NEG -04 ± 1.2 0.2 ± 13.2 8.4 3/13/98 

271 43 57 3 2 Shutter Cal- I Calibrate Cahbrate OOO±QOO 00 ± 0.0 OO±OO 00 3/\3/9:~ 

272 43 58 3 2 Calibrate-l Calibrate Calibrate 1.10 ± 0.14 POS 0.9 ± 0.8 1.1 ± 0.1 1.1 3/13/911 

273 43 59 3 2 Calibrate-2 Calibrate Calibrate 1.09 ± 0.26 POS 0.4 ± 0.8 1.1 ± 0.3 2.4 3/13/911 

274 43 60 3 2 Room-3 A Wall-Upr Wall Intact Drywall Beige 000±01O NEG -0.4 ± 1.3 o O± 0.1 1.0 3/13/911 

275 43 61 3 2 Room-3 B Wall-Upr Wall IntacI Drywall Beige 0.02 ± 10 3 I NEG -12 ± 14 00 ± 0.3 1.6 3/13/98 

276 43 62 3 2 Room-3 C Wall-Upr Wall Inlacl Drywall Beige OOI±Q.1O NEG 04 ± 0.8 O.O±O.I 10 3/13/98 

277 43 63 3 2 Room-3 0 Wall-Upr Wall Intact Drywall Beige 0.01 ± 0.23 NEG O.I±\.1 0.0 ± 0.2 \.0 3/13/91~ 

218 43 64 3 2 Room-3 D Wall-Lwr Wall Intact Wood Beige 0.03 ± 0.26 NEG 0.1 ± 09 0.0 ± OJ 27 3/13/98 

279 43 65 3 2 Room-3 C Wall-Lwr Wall Intact Wood Beige 0.20 ± 0.25 NEG 00 ± 0.9 0.2 ± 0.3 91 3/13/9:1 

280 43 66 3 2 Room-3 B Wall-Lwr Wall Intact Wood Beige 0.19±0.10 NEG -0.7 ± 1.2 0.2±0.1 10.0 3/13/9:1 

281 43 67 3 2 Room-3 A Wall-Lwr Wall Intact Wood Beige 006 ± 0.29 NEG -0.2 ± 1.2 0.1 ± 0.3 4.0 3/13/9:1 

282 43 68 3 2 Room-3 A Wall Chair-rail Intact Wood Beige 002±<G23 NEG 0.1 ± 0.9 O.O± 0.2 2.0 3113/911 

283 43 69 3 2 Room-3 A Wall Baseboard Intact Wood Beige OOO±O.IO NEG -0.9 ± 1.3 O.O±O.I 1.0 3/13/91~ 

284 43 70 3 2 Room-3 A Wall Wall-Rgstr Intact Metal Beige 001 ± 13 24 NEG -14 ± 1.6 0.0 ± 0.2 13 3/\3/91~ 

285 43 71 3 2 Room-3 A Floor Floor Intact Wood Varnish 000±010 NEG 03 ± 0.8 00 ± 0.1 10 31131911 

286 43 72 3 2 Room-3 A Door-I Door Intact Wood Beige 0.20 ± OAI NEG -04± I.I 0.2 ± OA 6.6 3/13/911 

287 43 73 3 2 Room-3 D Door-2 Door Intact Wood Beige 0.34 ± 10 54 NEG 07±07 OJ ± 0.5 6.3 3/13/911 

288 43 74 3 2 Room-3 D Door-3 Door Intact Wood Beige 0.08 ± 10.57 NEG -04± lA 0.1 ±0.6 23 3113/98 ·15 

289 43 75 3 2 Room-3 D 000r-3 Casing Intact Wood Beige O.OO± 0.10 NEG -0.7 ± 1.2 O.O±O.I 1.0 3113/911 

290 43 76 3 2 Room-3 C Window-3 Stool Intact Wood Beige 001±028 . NEG -1.1 ± IA O.O± 0.3 1.0 3/13/9:! 

291 43 77 3 2 Room-3 C Window-3 Sash Intact Wood Beige 0.56 ± 0.37 POS 1.6 ± 0.5 1.6 ± 0.5 10.0 3/131911 

292 43 78 3 2 Room-3 C Closet-2 Door Intact Wood Beige 008±037 NEG -1.1 ± 1.3 01 ± 0.4 2.3 3/13/911 

293 43 79 3 2 Room-3 C Closet-2 Casing Intact Wood Beige 0,01 ± 0 24 NEG -1.5 ± 14 00 ± 0.2 1.0 3/13/911 

294 43 80 3 2 Room-3 0 Closet·2 Baseboard Intact Wood Beige 0.11 ± 0.27 NEG 0.6 ± 0.7 0.1 ± 0 3 3.1 3/13/911 

295 43 81 3 2 Room-3 A Closet-2 Shelf Intact Wood Beige 0.02 ± 0.29 NEG -0.4 ± 12 00 ± 0.3 IA 3/13/91! 

296 43 82 3 2 Room-3 A Closet-2 Hanger-rod Intact Metal Beige 030 ± 0 28 NEG -1.6 ± 1.5 0.3 ± 0 3 10.0 3/13/911 

297 43 83 3 2 Room-3 A Closet-2 Wall Intact Drywall Beige 0.01 ±O 10 NEG 0.5 ± 0 7 O.O±O.I 1.0 3/13/9:1 

298 43 84 3 2 Room-3 B Closet-2 Wall Intact Drywall Beige 0.01 ± 0.10 NEG -0.4± 1.4 0.0 ±O I 1.7 3/\3/9:! 

299 43 85 3 2 Room-3 C Closet-2 Wall Intact Drywall Beige 0.02 ± 0.13 NEG 0.3 ± 0.9 o.o± 0 I 1.4 3/13/911 

300 43 86 3 2 Room-3 0 Closet-2 Wall Intact Drywall BeIge 0.06 ± 0.10 NEG -0.9 ± 1.5 01 ± 0.1 5.8 3/13/911 

301 43 87 3 2 Bath-2 A Wall Wall Paper Intact Drywall BeIge 023 ± 0.45 NEG -0.5 ± 1.3 02±05 6.4 3/13f91j 

302 43 88 3 2 Bath-2 B Wall Wall Paper Intact Drywall Beige 011 ± 0 51 NEG -0.5 ± 1.4 0.1 ± 0 5 35 3/13/98 

303 43 89 3 2 Bath-2 C Wall Wall Paper Intact Drywall Beige 012 ± I) 32 NEG 0.2 ± 09 0.1 ±0.3 3.4 3/13/98 

304 43 90 3 2 Bath-2 0 Wall Wall Paper Intact Drywall Beige 0.1O±046 NEG -0.3 ± 1.2 0.1 ± 0.5 3.5 3/13/98 

305 43 91 3 2 Bath-2 B Door Door Intact Wood Beige 0.11 ± 0.44 NEG -0.5 ± 1.0 0.1 ±04 27 3/13/911 

306 43 92 3 2 Bath-2 B Door Casing Intact Wood Beige 0.21 ± 0.44 NEG 0.1 ± 0.9 02±04 4 I 3/13/911 

307 43 93 3 2 Bath-2 C Window Stool Intact Wood Beige 0.03 ± 0.31 NEG -0.1 ± 1.0 0.0 ± 0.3 1.9 3/13/911 

308 43 94 3 2 Bath-2 C Window Sash Intact Wood Beige 0.35 ± 0.19 POS 1.6 ± 0.5 1.6 ± 0.5 5.0 3/131911 

309 43 95 3 2 Bath-2 0 Cabinet Door-Out Intact Wood Beige O.OO±O 10 NEG 0.5 ± 0.6 0.0 ± 0.1 1.0 3/13/911 

310 43 96 3 2 Bath-2 D Cabinet Inside Intact Wood Beige 000 ± IUO NEG 0.1 ±0.9 O.O±O.I 1.0 3/13/9:~ 

311 43 97 3 2 Bath-3 A Wall Wall Paper Intact Drywall Beige 0.35 ± 0.59 NEG -0.8 ± 1.4 04 ± 0.6 7.1 3/13/91~ 

312 43 98 3 2 Bath-3 B Wall Wall Paper Intact Drywall Beige 009±0.18 NEG o 7± 0.7 0.1 ±O 2 2.7 3/13/91~ 

313 43 99 3 2 Bath-3 C Wall Wall Paper Intact Drywall Beige 0.01 ± 0.10 NEG 0.0 ± 1.1 O.O±O I 2.0 3/1 3/911 

314 43 100 3 2 Bath-3 0 Wall Wall Paper Intact Drywall Beige 0.01 ± 0.13 NEG 0.2± 1.0 O.O±O.I 1.0 3/13/911 

315 43 101 3 2 Bath-3 A Door Door Intact Wood Beige 0.08 ± 0.18 NEG O. I ± I.1 0.1 ±O 2 1.8 3/\3/91! 

316 43 \02 3 2 Bath-3 A Door Casing Intact Wood Beige 0.19 ± 0.44 NEG 0.3 ± 0.9 0.2 ± 0.4 40 3113/91! 

317 43 103 3 2 Bath-3 D Window Stool Intact Wood Beige 0.04 ± 0.43 NEG -0.9 ± 1.6 00 ± 0.4 2.2 3/13/9:~ ·13 

318 43 104 3 2 Bath-3 D Window Sash Intact Wood Beige 0.72 ± 0.49 POS 2.4 ± 0.9 2.4±0.9 10.0 3/13/911 

319 43 105 3 2 Bath-3 B Cabinet Door-Out Intact Wood Beige OOO±O.IO NEG O. I ± 1.0 O.O±O I 1.0 3/\3/911 

320 43 106 3 2 Bath-3 B Cabinet Inside Intact Wood Beige 0.04 ± 0 10 NEG -0.5 ± 1.1 O.O±O I 6.0 3113/911 

321 43 107 3 2 Hall-4 A Wall-Upr Wall Intact Drywall Beige o 14±0.44 NEG o I ± 1.0 0.1 ±04 4.8 3113/91! 

322 43 108 3 2 Hall-4 B Wall-Upr Wall Intact Drywall Beige 000±010 NEG -0.8 ± I 3 O.O±O I 1.0 3/13f91j 

323 43 109 3 2 Hall-4 C Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.24 NEG 00 ± 1.0 00±02 2.2 3/\3/911 

324 43 110 3 2 Hall-4 0 Wall-Upr Wall Intact Drywall Beige 001 ±0.23 NEG -03 ± I 3 00±(\2 1.5 3/13/911 

325 43 III 3 2 Hall-4 0 Wall-Lwr Wall Intact Wood BeIge 005 ± 0.39 NEG -02 ± 1.2 01 ± 0.4 25 3/13/91! 

326 43 111 3 2 Hall-4 C Wall-Lwr Wall Intact Wood Beige 007 ± 0.41 NEG 00 ± 1.0 01 ± 0 4 32 31\3/98 

327 43 113 3 2 Hall-4 B Wall-Lwr Wall Intact Wood Beige 0.11 ± 0.22 NEG 03±08 01±O2 6.7 3/13/98 

328 43 114 3 2 Hall-4 A Wall-Lwr Wall Intact Wood Beige 005 ± 0.35 NEG 00 ± 1.0 0.1 ±04 27 3/13/98 

329 43 115 3 2 Hall-4 A Wall Chair-rail Intact Wood Beige o 30± 0.32 NEG -09 ± 1.4 0.3 ± 0 3 100 3/\3/9Il 

330 43 116 3 2 Hall-4 A Wall Baseboard Intact Wood Beige 002±O21 NEG -04± I 2 O.O± 0.2 1.1 3/13/9Il 

331 43 117 3 2 Hall-4 A Floor Floor Intact Wood Varnish 008 ± 0.10 NEG 04±09 0.1 ±O.I 100 3/13/98 

332 43 118 3 2 Hall-4 A Floor Flr-Regstr Intact Metal Gray 0.03 ± 0 10 NEG -02± 1.1 OO±O.I 1.0 3/13/9!~ 

333 43 119 3 2 Hall-4 A Door-I Door Intact Wood Beige 0.12 ± 0.59 NEG -0.5 ± I 2 01±06 3.3 3/13/911 

334 43 120 3 2 HallA 5 Door-I Door Intact Wood Beige 0.15±042 NEG 00±08 0.2 ± 0 4 37 3/13/911 

335 43 121 3 2 Hall-4 D 000r·6 Casmg Intact Wood Beige 0.18±040 NEG -13± 16 02 ± 0.4 6.7 3/13/911 

336 43 122 3 2 Hall-4 B Closet Door Intact Wood BeIge 012 ± 0 45 NEG -07 ± I 2 01 ± 0 5 24 3/13/911 

337 43 123 2 Hall-4 B Closet Casing Intact Wood Beige 0.61 ±042 NEG 03±08 06 ± 0.4 1J11/Qlt 
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338 43 124 3 2 Hall-4 C Closet Baseboalrd Intact Wood Beige 024 ± 0.35 NEG 02 ± 0.8 02 ± 0.4 46 31\3/98 
339 43 125 3 2 Hall-4 D Closet Shelf Intact Wood Beige 000 ± 0.10 NEG -09± 1.4 00±01 10 3113/98 
340 43 126 3 2 Hall-4 D Closet Hanger-r'od Intact Metal Beige 1.08 ± 0.60 POS 1.4 ± 1.0 1.1 ± 0.6 6.9 3/13/98 
341 43 127 3 2 Hall-4 A Closet Wall Intact Drywall Beige 002 ± 0 10 NEG 0.3 ± 0 9 00±01 1.1 3/13/98 
342 43 128 3 2 Hall-4 B Closet Wall Intact Drywall Beige 031 ± 0.32 NEG 1.0 ± 0.7 03±03 S.7 31\3/98 
343 43 129 3 2 Hall-4 C Closet Wall Intact Drywall Beige 031 ± 0.33 NEG 03 ± 0.9 03±03 91 3/13/98 
344 43 130 3 2 Hall-4 D Closet Wall Intact Drywall Beige 0.07± 0.16 NEG 0.1 ±09 0.1 ± 0 2 1.9 3/13/98 
345 43 I31 3 2 Hall-4 B Stairs WallCasing Intact Wood Beige 006 ± 0.39 NEG -0.3 ± 1.2 0.1 ± 0.4 3.2 3/13/98 *\1 
346 43 132 3 2 Hall-4 B Door Ovrhd-Door Intact Wood Beige 0.05 ± 0 32 NEG 0.1 ±0.9 0.1 ± 0.3 2.8 3/13/98 
347 43 \33 3 2 Hall-4 B Ca!;mg Ovrhd-Door Intact Wood Beige 0.29 ± 0 24 NEG 0.5 ± 0.8 0.3 ± 0 2 10.0 3/13/98 
348 43 \34 3 2 Hall-4 B Ceiling-fan Casing Intact Wood Beige 0.00 ± 0.10 NEG -0.9 ± 1.3 O.O± 0.1 1.0 3/13/98 
349 43 \35 3 2 Hall-4 D Window Stool Intact Wood Beige 003 ± 0.10 NEG -0.1 ± 1.0 O.O±O.I 4.0 3/13/98 ·12 
350 43 136 3 2 Hall-4 D Wi.,dow Sash Intact Wood Beige 0.46 ± 0.32 POS 1.5 ± 0.5 1.5 ± 0.5 9.8 3/13/9:8 
351 43 137 3 I Room-I C Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.r6 NEG -0.4 ± 1.3 00 ± 0.2 1.0 3/13/98 
352 43 \38 3 I Room-I C Wall Crown-mold Intact Wood Beige 0.15 ± 0.26 NEG o O± 0.9 0.2 ± 0 3 75 3/13/9:8 
353 43 139 3 I Hall-I C Wall Orown-mold Intact Wood Beige 012±0.IO NEG O.O± I 0 0.1 ±O I 10.0 3113/9:8 
354 43 140 3 I Hall-I C Cellmg Cellmg Intact Drywall Beige 0.19±010 NEG 0.5 ± 0 8 0.2 ± 0.1 10.0 3/13/9:8 
355 43 141 3 1 Porch-l C Porch Ceilin~: Intact Wood White 0.49 ± 0.10 POS 18.6 ± 6.2 18.6 ± 6.2 10.0 3/13/9:8 
356 43 142 3 I Room-2 D Ceiling Ceiling Intact Drywall Beige 003 ± 0.25 NEG 0.3 ± 0 9 0.0 ± 0 3 2.4 3/13/98 
357 43 143 3 I Room-2 D Wall Crown-mold Intact Wood Beige 0.03 ± 010 NEG 0.2± 1.0 O.O±O.I 32 3113/98 
358 43 144 3 I Kitchen B Wall Orown-mold Intact Wood Stain O.OI±O.IO NEG -0,8 ± 1.4 O.O±O I 1.0 3113/98 
359 43 1(5 3 I Kitchen B Ceiling Ceiling Intact Drywall Beige 003 ± 0.18 NEG 0.1 ±0.9 O.O± 02 I.S 3/13/98 
360 43 146 3 I Hall-2 B Ceiling Ceiling Intact Drywall Beige 0.02 ± 0.36 NEG -I.2± 1.4 00±0.4 I.S 3/13/98 
361 43 147 3 I Hall-2 B Closet Ceiling Intact Drywall Beige 0.01 ± 0.25 NEG -1.1±13 00 ± 0.3 1.0 3/13/98 
362 43 148 3 I Bath-I B Ceiling Ceiling Intact Drywall Beige O.OO±O.IO NEG -0.6 ± 1.4 O.O± 0 I 1.0 3/13/98 
363 43 149 3 I Room-3 A Ceiling Ceiling Intact Drywall Beige 0.11 ± 0.10 NEG -O.H 1.2 01 ±O I 100 3113/98 
364 43 150 3 I Room-3 C Closet Ceiling Intact Drywall Beige 000±0.16 NEG -05 ± 1.4 0.0 ± 0 2 1.0 31\3/98 
365 43 151 3 1 Hall-3 A Ceiling Ceiling Intact Drywall Beige 0.02 ± 0.21 NEG -0.2 ± 1.2 0.0 ± 0.2 1.0 3/13/98 
366 43 152 3 I Hall-3 A Wall Crown-mold Intact Wood Beige O.OO±O.IO NEG o O± 0.9 0.0 ± 0.1 10 3113/98 
367 43 153 3 1 Porch-2 A Porch Ceilin~: Intact Wood White »5.0± 1.00 POS 15.0± 5.8 15.0: 5.8 10.0 3/13/98 
368 43 154 3 I Porch-2 A Closet Ceiling Intact Wood Beige 0.03 ± 0.10 NEG -0.5 ± 1.3 0.0 ± 0.1 5.1 3/13/98 
369 43 155 3 2 Room-I A Ceiling Ceiling Intact Wood Beige 0.09± 010 NEG 0.5 ± 0.7 0.1 ±O I 9.0 31\3/98 
370 43 156 3 2 Room-I C Wall Crown-mold Intact Wood Beige 0.01 ± 0.14 NEG 0.1 ±0.9 O.O±O.I 10 3/13/98 
371 43 157 3 2 Room-I C Closet Ceiling Intact Drywall Beige 0.09 ± 010 NEG -0.4 ± 1.2 0.1 ±o I 10.0 3/13/9.8 
372 43 158 3 2 Hall-4 D Ceiling Ceihng Intact Drywall Beige 0.02 ± 0.10 NEG -\.O± 1.5 O.O±O I 2.4 3/13/98 
373 43 159 3 2 HalI-4 B Closet Ceiling Intact Drywall Beige 0.08 ± 0.39 NEG -0.4 ± I 3 0.1 ± 0.4 2.1 3/13/98 
374 43 160 3 2 Room-2 C Closet Ceiling Intact Drywall Beige 025±044 NEG -0.3 ± 1.2 03 ± 0.4 69 3/13/98 
375 43 161 3 2 Room-2 A Ceiling Ceiling Intact Drywall Beige om ± 0 10 NEG -0.6± \,4 O.O±O J \.0 31\3/98 
376 43 162 3 2 Room-2 A Wall Crown-mold Intact Wood Beige O.IO±O.IO NEG -03± 1.3 01 ±o I 100 31\ 3/98 
377 43 163 3 2 Room-3 A Wall Crown· mold Intact Wood Beige 006 ± 0.36 NEG 0.1 ± 10 01±04 28 3/13/9:8 
378 43 164 3 2 Room-3 A Ceihng Ceiling Intact Drywall Beige 001 ±o 16 NEG O.O± \.0 0.0 ± 0.2 J 0 3/13/9.S 
379 43 165 3 2 Room-3 C Closet-I Ceiling Intact Drywall Beige 0.07 ± 0 51 NEG -1.2 ± I 4 01±05 24 3/13/98 
380 43 166 3 2 Bath-2 C Ceiling Ceiling Intact Drywall Beige 0.20 ± 0.44 NEG 0.0 ± \.0 02 ± 0.4 4.0 3/13/9:8 
381 43 167 3 2 Bath-3 D Ceiling Ceiling Intact Drywall Beige 030 ± 0.25 NEG 0.2± 0 9 03 ± 0.3 10.0 3/J3/9:~ 
382 43 168 3 2 Shutler Cal-I Cahbrate Calibrate O.OO± 0.00 O.O± 0.0 o.o± 0.0 0.0 3/13/9:8 
383 43 169 3 2 Calibrate-I Calibrate Calibralte 1.19 ± 0.15 POS 0.5±0.8 1.2 ±0.2 1.1 3/13/9:8 
384 43 170 3 2 Calibrate-2 Calibrate Calibrate 1.07 ± 0.18 rNCOM 07 ± 1.0 1.1 ± 0.2 1.1 3/13/98 
385 43 171 3 2 Calihrate-3 Calililrate Calibralte 1.03 ± 0.13 POS 0.0±0.8 I.O± 0.1 1.0 3/13/9·8 
386 43 172 3 2 Calibrate-4 Calibrate Calibrate 0.95 ± 0.20 NEG 09 ± 0.7 1.0 ± 0.2 22 31\3/98 
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Original Reading 
0.10 
0.20 
O~20 

0.20 
0.10 
0.10 
0.00 
0.00 
0.00 

0.10 
1.00 

1.00..,. 10 = 0.10 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.20 0.15 
0.10 0.15 
" .., " " .., " u.~v u.~u 

0.30 0.25 
0.10 0.10 
0.30 0.20 
0.00 0.00 
0.20 0.10 
0.00 0.00 
0.10 0.10 
1.50 1.25 

1.50..,.10=0.15 

Absolute Difference = 0.15 - 0.10 = 0.05 

c= 0.2175 
D= 0.001566 
E= 0.033566 
F= 0.183210 

Retest Tolerance Limit = 0.3014 

0.2175 x 0.0072 = 0.001566 
0.001566 + 0.032 = 0.033566 
Square Root of 0.033566 = 0.183210 
0.183210 x 1.645 = 0.3014 (Retest Tolerance Limit) 

0.05 < 0.3014 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

Squared 
0.0225 
0.0225 
0.0400 
0.0625 
0.0100 
0.0400 
0.0000 
0.0100 
0.0000 
0.0100 
0.2175 

1. Calculate the average of the origirla! XRF result and retest XRF result for each testi,l1g combination. 

2. Square the average for each testing combination. 

3. Add the ten squared averages together. This quantity is called C. 

4. Muitipiy the number C by 0.0072. This quantity is caiied D. 

5. Add the number 0.032 to D. This quantity is called E. 

6. Take the square root ofE. Call this quantity F. 

7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 

8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the retest. If the 

difference of the overall averages equals or exceeds the Retest Tolerance Limit, the procedure should be repeated 

with ten new testing combinations. If the difference of the overall averages is equal to or greater than the Retest 

Tolerance Limit a second time, then the inspection is considered deficient. 
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Paint Page I 
Quarters M-6, QU~llity Eyaluation Retest 

Charleston Naval Complex 
Site: 43 Date: 3/13/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XL.No Insp Fir Room Side Stre Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
I 168 Shutter Cal-I O.OO± 0.00 O.O± 0.0 O.O± 0.0 
2 43 14)9 3 Calibrate-l 1.19 ± 0.15 ros O.S± 0.8 1.2:1: 0.2 
3 43 170 3 Calibrate-2 1.07 ± 0.18 ][NCOM 0.7 ± 1.0 1.I :I: 0.2 
4 43 1'71 3 Calibrate-2 1.03 ± 0.13 POS O.O± 0.8 1.0:1:0.1 
5 43 172 3 Calibrate-3 0.95 ± 0 20 NEG 0.9:1:0.7 1.0:1: 0.2 
6 43 173 3 I Room-I A Wall-Upr Intact Drywall Beige 0.18 ± 0.25 NEG 02±09 0.2:1: OJ 5 
7 43 174 3 1 Room-l B Door Door Intact Wood Beige 0.11 ± 0.41 NEG O.O± I 2 0.1 ±O 4 21 

8 43 175 3 I Hall-I B Door Door Intact Wood Beige 0.19±0.46 NEG -0.5 ± IJ 0.2 ± 0.5 41 

9 43 176 3 I Room-2 B Door Door Intact Wood Beige 034 ± 0.40 NEG 0.8 ± 0.8 03 ± 0.4 70 

IO 43 177 3 I Room-2 0 Door Door Intact Wood Beige 0.14±031 NEG 0.4 ± 08 01±03 71 

II 43 [78 3 2 Hall-4 B Stairs WallCasing Intact Wood Beige 0.28± 0.23 NEG 0.9 ± 0.7 0.3:1: 0.2 345 

12 43 179 3 2 Hall-4 0 Window Stool Intact Wood Beige 0.02 ± 0.10 NEG -0.5 ± 1.3 O.O±O.I 349 

I3 43 IIlO 3 2 Bath-3 0 Window Stool Intact Wood Beige 0.15 ± 0.40 NEG 0.1 ± 0.9 0.2± 0.4 317 
14 43 IIlI 3 2 Room-I 0 Window-2 StoG>[ Intact Wood Beige O.OO±O.IO NEG -0.4 ± l.l O.O±O.I 232 

15 43 1112 3 2 Room-3 0 Door-3 Door Intact Wood Beige 0.09 ± 0.63 NEG -20 ± 1.4 0.1 ± 0.6 288 
16 liB Shutter Cal-I OOO±OOO O.O± 0.0 o O±O.O 
17 43 11~4 3 Calibrate-l 0.99±0.17 NEG -03 ± 1.0 1.0±0.2 
18 43 11~5 3 Calibrate-2 1.25 ± 0.30 POS 0.3± 0.8 LHO.3 
19 43 186 3 Calibrate-3 0.95 ± 0.23 NEG 0.6:1: 0.8 1.0 ± 0 2 
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Quarters 1\. st Samr,les 
Charleston Naval Complex 

Site 43, Date: 3/2-98 

Thin Page 1 

No Site XLNo Insp Fir Room Side Strc Feat Ph ± Prec 
5 43 220 6 Calibrate-I 3321.60 ± 63.60 
10 43 225 6 1 Kitchen-DO 1 B Floor Floor -24.00 ± 26.40 
15 43 230 6 1 Kitchen-D02 C Window Stool -29.60 ± 20.80 
20 43 235 6 2 Hall-4-D03 B Floor Floor -6.50 ± 21.40 
25 43 240 6 2 Room-l-D04 A Window Stool -18.40 ± 22.60 
310 43 245 6 2 Room-2-D05 A Window Stool -4.60 ± 25.60 
35 43 250 6 1 Room-3-D06 A Floor Floor -29.60 ± 20.80 
40 43 255 6 1 Room-3-D07 A '-'lindow Stool 1.60 ± 26.10 
45 43 260 6 Blank-D08 Blank Blank -12.80 ± 25.20 
50 43 266 6 Calibrate-I 3187.20 ± 61.40 

Table 38-c, XRF Field Data Sheets for Dust Samples 
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Bulk Page 1 
Quarters M-6, Soil Samples 
Charleston Naval Complex 

Site: 43 Date: 4/l(i/98 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
:[ 43 1467 22 Calibrate-1 -44.2 ± 81.4 
') 43 1468 22 Calibrate-2 122.6 ± 252.0 
,,~ 

3 43 1469 22 Calibrate-3 1060.8 ± 178.l 

4 43 1470 22 Calibrate-4 4883.2 ± 355.4 
(. 43 1471 22 Dripline A 474.0 ± 110.9 
-) 

6 43 1472 ·22 Dripline B 473.6 ± 125.5 

7 43 1473 22 Dripline C 771.6 ± 132.0 

8 43 1474 22 Calibrate-1 -48.5 ± 74.1 

9 43 1475 22 Calibrate-2 -36.4 ± 107.7 

10 43 1476 22 Calibrate-3 1067.2 ± 185.2 

11 43 1477 22 Calibrate-4 5196.8 ± 283.4 

Table 38-d, XRF Field Data Sheets for Soil Samples 



LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

39.0 Quarters M-7 

Quarters M-7, 775 Commissary Street, is a two-story, wood-framed house. This structure is 

approximately 2,381 square feet in size including the garage and porch areas. The first and second 

floors consist of hardwood strip flooring. The walls and ceilings are wood-framed and covered with 

drywall or wood paneling. Exterior siding is transite (assumed asbestos) and the roof is asphalt 

shingle 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 13 March 1998 to 19 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters M-7. Quarters M-7 was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

39.1 Identification of Lead in Quarters M -7: 

One hundred ninety-five XRF samples and calibrations were taken in Quarters M-7. In general, the 

paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition coiumn of the XRF Fieid Data Sheets. Tabie 39-a contains LBP sampiing resuits for 

Quarters M-7 and the quality evaluation retest and results. 

Eight dust sa..mples were ta..ken from various locations tb.roughout the bUilding. Th.ree soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location oflead-based paint found in Quarters M-7: 
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Quarters M-7 Positive Results for Lead-Based Paint 
Fir Room §.!Q! Strc Feat Cnd Sub Clr RES Combined 

(mglcm') 

1 Hall-3 A Stairs-Lwr Wall Casing Intact Drywall Beige POS 2.8 ±1.0 
1 Hall-3 C Stairs Wall Casing Intact Drywall Beige POS 2.9 ±1.0 
1 Hall-3 C Stairs-Lwr Wall Casing Intact Drywall Beige POS 4A ±1.8 
1 Outside A Porch-1 Columns Intact Wood White POS 17.9 ±2.8 
1 Outside A Porch-2 Door Intact Wood Green POS 4A ±2.0 
1 Outside A Porch-2 Jamb Intact Wood Green POS 1.9 ±0.6 
1 Outside A Porch-2 Columns Intact Wood White POS 14.1 ±2A 
1 Outside A Porch-2 Lattice Intact Wood White POS 1.8 ±0.6 
1 Porch-1 A Porch Columns Peeling Wood Beige POS 11.0 ±3.0 
1 Porch-1 B Wall Wall Intact Masonite Beige POS 2.4 ±5.4 
1 Porch-1 0 Wall Wall Intact Masonite Beige POS 7.0 ±2.6 
2 Hall-4 A Wall Wall Peeling Drywall Beige POS 4.1 ±2.0 
2 Hall-4 A Wall-Lwr Wall Peeling Wood Beige POS 2.0 ±0.8 
2 HaU-4 A D ......... : ... _ co_- I ............... lAI __ ..... D_: __ ,..,,,C" • A ," A 

UUAIII!::I '-ai' lIn.a,-,,, VYUVU Ovl'::fC' rv..;> I. .. IU ..... 

2 Hall-4 B Wall Wall Peeling Drywall Beige POS 3.2 ±1.2 
2 Hall-4 B Wall-Lwr Wall Peeling Wood Beige POS 2.8 ±0.8 
2 Hall-4 C Wall Wall Intact Drywall Beige PQS 5.1 ±2.4 
2 Hall-4 C Wall-Lwr Wall Peeling Wood Beige POS 1 8 ±0.4 
2 Hall-4 0 Wall Wall Peeling Drywall Beige POS 35 ±1.2 
2 Outside 0 Soffit Soffit Intact Wood White POS 9.2 ±1.2 
2 Outside 0 Window Stool Peeling Wood White POS 10.8 ±3.0 
2 Outside 0 Window Sash-Ext Peeling Wood White POS 9.2 ±3.0 
2 Outside 0 Window Casing Peeling Wood White POS I 11.6 ±2.2 
2 Room-1 A Window-1 Apron Intact Wood Beige pas 1.5 ±OA 
2 Room-2 A "Vail Vvali intact Drywaii Beige POS i 1.0 ±0.6 
2 Room-2 A Wlndow-1 Apron Intact Wood Beige pas 1.2 ±0.4 
2 Room-2 A Wall Crown-mold Peeling Wood Beige pas 1.0 ±OA 
2 Room-2 C Door-2 Jamb Peeling Wood Beige pas 1.5 ±0.6 
2 Room-2 C Closet Wall Intact Drywall Beige pas 1.4 ±O.6 
2 Room-2 D Wall-Lwr Wall Intact Wood Beige pas 1.1 ±0.8 
2 Room-2 D Closet Wall Intact Drywall Beige pas 1.2 ±0.4 
2 Room-2 D Closet Baseboard Intact Wood Beige pas 1.3 ±0.4 
2 Room-3 C Window-1 Apron Peeling Wood Beige pas 1.4 ±0.4 
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XRF Field Data Sheets 



Paj'nt Page I 
Quarters M-7, Lead-Based Paint Survey 

Charleston Navall Complex 
Site: 44 Date: 3/16/98 to 5/6/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr Pbl,(mg/cml) RES PbK Combined Note 

1 44 299 22 Shutter Cal-I Calibrate Calibrate O.OO±O.OO O.O± 0.0 O.O± 0.0 

2 44 300 22 2 Calibrate-I Calibrate Calibrate 1.0:J ± 0.10 POS 0.7 ± 0.7 1.0 ± 0.2 

3 44 301 22 2 Calibrate-2 Calibrate Calibrate 094 ± 0.21 NEG 0.4 ± 0.7 09± 0.2 

4 44 302 22 2 Outside D Fascia Fascia Intact Wood White 002 ± 0.10 NEG 04 ± 0.6 O.O± 0 2 

5 44 303 22 2 Outside D Soffit Somt Intact Wood White 0.47 ± 0.34 POS 9.2 ± 1.2 9.2 ± 1.2 

6 44 304 22 2 Outside D House Wall Intact Masonite White 0.00 ± 0.10 NEG -09 ± 1.2 O.O± 0 2 

7 44 305 22 2 Outside D House Awning Peeling Metal White 021 ± 0.29 NEG 0.6±0.6 0.2 ± 0.2 

8 44 306 22 2 Outside D Window Stool Peeling Wood White 0.5:5 ± 0.10 POS 10.8 ± 3.0 10.8±3.0 

9 44 307 22 2 Outside D Window Sash-Ext Peeling Wood White 2.11~± 1.87 POS 9.2± 2.9 9.2 ± 3.0 

10 44 308 22 2 Outside D Window Ca!iing Peeling Wood White 1.4'7 ± 1.l0 POS 1l.6±2.1 11.6 ± 2.2 

11 44 309 22 I Outside A Porch-I Columns Intact Wood White 3.25 ± 2.85 POS 17.9 ± 2.8 17.9± 2.8 

12 44 310 22 I Outside A Porch-I Lattice Intact Wood White O.OO± 0.10 NEG -0.7 ± l.l O.O± 0.2 

13 44 311 22 1 Outside A Porch-I Trim-Lwr Intact Wood White O.OO± 0.10 NEG -04±1.2 O.O± 0.2 

14 44 312 22 1 Outside A Porch-I Trim-Upr Intact Wood White O.OO± 010 NEG -08 ± 1.0 O.O± 0.2 

15 44 313 22 I Outside A Garage Door Intact Vinyl White 0.02 ± 0.10 NEG -0.7 ± 0.7 O.O± 0 2 

16 44 314 22 1 Outside A Garage Wall Intact Wood White 0.Q3 ± 0.10 NEG '-1.9 ± 1.3 O.O± 0.2 

17 44 315 22 I Outside A House Wall Intact Masonite White 0.00 ± 0.10 NEG -20±1.4 O.O± 0.2 

18 44 316 22 1 Outside A Porch-2 Door Intact Wood Green »S.O± 1.00 POS 4.4 ± 2.0 4.4± 2.0 

19 44 317 22 I Outside A Porch-2 Jamb Intact Wood Green 0.90 ± 0.12 POS 1.9 ± 0.6 1.9 ± 0.6 

20 44 318 22 I Outside A Porch-2 Columns Intact Wood White 0.615 ± 0.51 POS 14.1 ± 2.4 14.1 ± 2.4 

21 44 319 22 1 Outside A Porch-2 Trim-Upr Intact Wood White O.OO± 0.10 NEG -0.4 ± l.l o.o± 0.2 

22 44 320 22 I Outside A Porch-2 Lattice Intact Wood White 0.01 ± 0.10 POS 1.8 ± 0.6 1.8 ± 0.6 

23 44 321 22 1 Outside A Porch-2 Floor Intact Concrete Gray 0.11 ±0.14 NEG -0.8 ± 1.6 0.1 ± 0 2 

24 44 322 22 I Outside C House Wall Intact Masonite White 004±0.1O NEG -16±1.4 O.O± 0.2 

25 44 323 22 I Outside B House Wall Intact Masonite White 0.00 ± 0.10 NEG -0.3 ± 1.2 O.O± 02 

26 44 324 22 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 0.0 ± 0.0 OO±OO 

27 44 325 22 I Calibrate-l Calibrate Calibrate 1.11 ± 0.14 POS 0.5 ± 0.7 l.l ± 0.2 

28 44 326 22 1 Calibrate-2 Calibrate Calibrate 1.0 ± 0.25 POS 0.6± 0.7 1.1 ± 0.2 

29 44 141 22 I Porch-I A Porch Columns Peeling Wood Beige 2.2,' ± 2.18 POS 11.0 ± 2.9 11.0 ± 3.0 

30 44 142 22 I Porch-I A Porch Trim-Lwr Peeling Wood Beige 0.00 ± 0.10 NEG -I O± 1.0 0.0 ± 0.2 

31 44 143 22 I Porch-I B Wall Wall Intact Masonite Beige »S.O± 1.00 POS 2.4 ± SA 2.4 ± 5.4 

32 44 144 22 I Porch-I C Wall Wall Intact Masonite Beige 0.00 ± 0.10 NEG -0.3 ± 1.1 O.O± 0.2 

33 44 145 22 I Porch-I D Wall Wall Intact Masonite Beige 3.45 ± 2.65 POS 7.0 ± 2.6 7.0± 2.6 

34 44 146 22 I Porch-I A Closet Door Fair Wood Beige 0.01 ± 0.26 NEG -04±1.3 0.0 ± 0.2 

35 44 147 22 I Porch-I A Door Jamb Fair Wood Beige 0.D2 ± 0.10 NEG 0.2 ± 0.7 O.O± 0.2 

36 44 148 22 I Porch-l B Wall Wall Fair Wood Beige 0.00 ± 0.10 NEG 0.1 ± 1.0 O.O± 0.2 

37 44 149 22 1 Porch-I C Wall Wall Fair Wood Beige O.OO±O.IO NEG -0.1 ± 1.1 O.O± 0.2 

38 44 150 22 1 Porch-I D Wall Wall Fair Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.8 0.0 ± 0 2 

39 44 151 22 I Porch-I C Closet Shelf Peeling Wood Beige O.OO± 0.10 NEG -0.4 ± 1.0 O.O± 0 2 

40 44 152 22 I Porch-l D Wall Baseboard Peeling Wood Beige o OO± 014 NEG 0.0 ± 1.1 0.0 ± 0 2 

41 44 156 22 I Shutter Cal-I Calibrate Calibrate O.OO± 0.00 0.0 ± 0.0 O.O± 0.0 

42 44 157 22 1 Calibrate-I Calibrate Calibrate 1.0:1 ± 0.10 POS 0.4 ± 0.7 1.0 ± 0.2 

43 44 158 22 1 Calibrate-2 Calibrate Calibrate 1.21 ± 0.28 POS 0.0 ± 0.7 1.2 ± 0.2 

44 44 159 22 1 Calibrate-3 Calibrate Calibrate I.B± 0.26 POS 0.4± 0.7 1.1 ± 0.2 

45 44 160 22 I HaIl-1 A Wall Wall Intact Drywall Beige 0.38 ± 0.45 INCOM 1.l±0.7 0.4 ± 0 4 

46 44 161 22 I Hall-I A Wall Wall Intact Drywall Beige 0.65 ± 0.39 NEG 0.4 ± 0 5 03±04 

47 44 162 22 I Hall-I B Wall Wall Intact Drywall Beige 000 ± 0.10 NEG -12:to I I 00 ± 0.2 

48 44 163 22 I Hall-I D Wall Wall Inlact Drywall Beige 0.01 ± 0.10 NEG -07 ± 10 00±02 

49 44 164 22 I Hall-I D Door-3 Door Intact Wood Beige 0.43 ± 0.20 NEG 0.2 ± 0.6 0.4 ± 0.2 

50 44 165 22 I Hall-I D Door-3 Jamb Intact Wood Beige 0.63 ± 0.23 NEG -0.5 ± 0.7 0.6± 0 2 

51 44 166 22 I Hall-I 0 Wall Baseboard Intact Wood Beige 009 ± 0.10 NEG -0 I± I 0 0.1 ± 0.2 

52 44 167 22 I Hall-I 0 Ceiling Ceilling Intact Drywall Beige 0.01 ± 013 NEG 0.0 ± 1.0 0.0 ± 0.2 

>3 44 168 22 I Hall-3 A Stairs WallCasing Intact Drywall Beige 0.00 ± 0.10 NEG -0.5 ± 1.1 O.O± 0.2 

;4 44 169 22 1 Hall-3 C Stairs WallCasing Intact Orywall Beige 2.93 ± 1.01 POS 5.5 ± 1.6 2.9 ± 1.0 

is 44 170 22 1 Hall-3 C Stairs-Lwr WallCasing Intact Orywall Beige 4.341 ± 1.74 POS 2.3 ± 1.7 4.4 ± 1.8 

;6 44 l7l 22 1 Hall-3 A Stairs-Lwr WallCasing Intact Orywall Beige 2.741 ± 0.98 POS 3.2 ± 1.7 2.8 ± 1.0 

7 44 172 22 I Hall-3 C Stairs Baseboard Intact Wood Beige 0.29 ± 0.34 NEG 0.6 ± 0.8 0.3 ± 0.4 
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58 44 173 22 2 Hall-4 C Wall Wall Intact \)rywall Beige »5.0± 1.00 POS 5.1 ± 2.5 5.1 ± 2.4 
59 44 174 22 2 lIall-4 n Wall Wall Peeling Drywall Beige 0.06 ± 0.10 POS 3.5 ± 1.2 3.5 ± 1.2 
60 44 175 22 2 lIall-4 A Wall Wall Peeling Drywall Beige 4.09 ± 2.01 POS 1.8 ± 1.8 4.1 ± 2.0 
61 44 176 22 2 lIall-4 II Wall Wall Peeling Drywall Beige 3.18 ± 1.18 POS 3.5 ± 1.6 3.2 ± 1.2 
62 44 177 22 2 lIall-4 C Wall-Lwr Wall Peeling Wood Beige 1.83 ± 0.47 POS 1.5 ± 1.1 1.8 ± 0.4 
63 44 178 22 2 Hall-4 D Wall-Lwr Wall Peeling Wood Beige 000 ± 0.12 NEG -1.1 ± 1.3 O.O± 0.2 
64 44 179 22 2 lIall-4 A Wall-Lwr Wall Peeling Wood Beige 2.04± 0.76 POS 3.1 ± 1.4 2.0 ± 0.8 
65 44 180 22 2 Hall-4 II Wall-Lwr Wall Peeling Wood Beige 2.80± 0.73 POS 2.3 ± 1.4 2.8± 0.8 
66 44 181 22 2 Hall-4 B Wall Baseboard Peeling Wood Beige 0.04±0.16 NEG 0.3 ± 0.8 0.0±0.2 
67 44 182 22 2 Hall-4 B Door-S Door Intact Wood Beige 0.41 ± 0 28 NEG -0.3 ± 0 7 0.4 ± 0.2 
68 44 183 22 2 Hall-4 B Door-S Jamb Intact Wood Beige 0.68 ± 0 30 NEG o O± 0.6 0.7 ± 0.4 
69 44 184 22 2 Hall-4 D Ceiling Ceiling Intact Drywall Beige 0.04± 0.10 NEG -0.6 ± 1.2 o.o± 0 2 
70 44 185 22 2 lIall-4 A Boxing Fan Intact Wood Beige 0.45 ± 0.29 POS 1.4 ± 0.5 1.4 ± 0.4 
71 44 186 22 2 Hall-4 A Boxing Attic Peeling Wood Beige 0.16 ± 0.48 NEG -0.9± 0.9 0.2 ± 0.4 
72 44 187 22 2 Hall-4 A Closet Wall Intact Drywall Beige 0.31 ± 0.30 NEG -0.2 ± 0.8 0.3 ± 0.2 
73 44 188 22 2 Hall-4 B Closet Wall Intact Drywall Beige 0.15 ± 0.27 NEG -O.6± 1.3 0.1 ±0.2 
74 44 189 22 2 Hall-4 C Closet Wall Intact Drywall Beige 0.33 ± 0.18 NEG 0.3 ± 0.7 0.3±0.2 
75 44 190 22 2 Hall-4 C Closet B~lSeboard Intact Wood Beige 0.21 ± 0.47 NEG -0.5 ± 1.1 0.2 ± 0.4 
76 44 191 22 2 Hall-4 D Closet Door Intact Wood Beige 0.22 ± 0.23 NEG -0.4 ± 1.1 0.2 ±0.2 
77 44 192 22 2 Hall-4 D Closet Jamb Intact Wood Beige 0.53 ±0.23 NEG 0.2 ± 0.7 0.5 ± 0.2 
78 44 193 22 2 Hall-4 B Closet Shelf Intact Wood Beige 0.24 ± 0.25 NEG -0.4 ± 1.3 0.2 ±0.2 
79 44 194 22 2 Hall-4 D Closet Ceiling Intact Wood Beige 0.20 ± 0.25 NEG 0.4 ± 0.8 0.2± 0.2 
80 44 195 22 2 Hall-4 A Cabinet Door-Out Intact Wood Beige 027 ±0.30 NEG -0.4 ± 1.2 0.3 ±04 
81 44 196 22 2 Hall-4 A Cabinet Door-Ins Intact Wood Beige 0.23 ± 0 20 NEG 02 ± 0.8 0.2 ± 0.2 
82 44 197 22 2 Hall-4 A Cabinet Shelf Intact Wood Beige 0.20± 0.31 NEG -0.4 ± 0.7 0.2 ± 0.4 
83 44 198 22 2 Room-I A Wall Wall Intact Drywall Beige O.l5±0.10 NEG 01±06 0.1 ±0.6 *6 
84 44 199 22 2 Room-I B Wall Wall Peeling Drywall Beige 001 ±023 NEG -0.5 ± I 2 O.O± 0 2 *7 
85 44 200 22 2 Room-I C Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -09 ± I I 0.0±0.2 *8 
86 44 201 22 2 Room-I D Wall Wall Peeling Drywall Beige 0.01 ±O.IO NEG -0.8 ± I.2 O.O± 0.2 *9 
87 44 202 22 2 Room-I A Wall-Lwr Wall Intact Wood Beige 0.03 ± 0.15 NEG 0.2 ± 0.9 0.0±0.2 *10 
88 44 203 22 2 Room-I B Wall-Lwr Wall Intact Wood Beige 0.07 ± 0.21 NEG -0.5 ± 0.7 0.1 ±0.2 "II 
89 44 204 22 2 Room-I C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.8 ± 1.3 O.O± 0.2 *12 
90 44 205 22 2 Room-I D Wall-Lwr Wall Intact Wood Beige 015 ± 0.30 NEG 0.0 ± 1.1 0.1 ±OA *13 
91 44 206 22 2 Room-I D Wall BllSeboard Intact Wood Beige 0.21 ± 0.51 NEG -0.7 ± 1.1 0.2±0.6 *14 
92 44 207 22 2 Room-I A Window-I Stool Intact Wood Beige 0.08 ± 0.30 NEG -0.3 ± 0.6 0.1 ±04 *15 
93 44 208 22 2 Room-I A Window-I Apron Intact Wood Beige 0.52 ± 0.31 POS 1.5 ± 0.4 1.5 ± 0.4 
94 44 209 22 2 Room-I B Door-I Door Intact Wood Beige 0.23 ± 0.12 NEG 0.6± 0.6 0.2± 0.2 
95 44 210 22 2 Room-I EI Door-I Jamb Intact Wood Beige 0.55 ± 0.41 NEG -0.1 ± 0 7 0.5 ± 0.4 
96 44 2Jl 22 2 Room-I D Wall Crown-mold Intact Wood Beige 0.09±0.31 NEG -0.6 ± 1.0 01 ±0.4 
97 44 212 22 2 Room-I 0 Ceiling Ceiling Intact Drywall Beige O.OO±O.IO NEG -1.5 ± 1.5 O.O± 0.2 
98 44 213 22 2 Room-I A Closet Door Intact Wood Beige 0.13 ± 0.16 NEG 0.0 ± 0.9 0.1 ± 0.2 
99 44 214 22 2 Room-I A Closet Jamb Intact Wood Beige 0.21 ± 0.35 NEG -0.6 ± 0.8 0.2 ± 0.4 
100 44 215 22 2 Room-I B Closet Wall Peeling Wood Beige 0.25 ± 0.41 NEG -0.3 ± 0.7 0.2± 0.4 
101 44 216 22 2 Room-I C Closet Wall Peeling Wood Beige O.IO± 0.34 NEG -0.3 ± 0 9 0.1 ± 0.4 
102 44 217 22 2 Room-I D Closet Wall Peeling Wood Beige 016±0.36 NEG -0.7 ± 0.9 0.2 ± 0.4 
103 44 218 22 2 Room-I D Closet BllSeboard Intact Wood Beige 008 ± 0.23 NEG -I O± 1.2 0.1 ±0.2 
104 44 219 22 2 Room-I C Closet Shelf Intact Wood Beige 0.05±0.17 NEG 0.3 ± 0.7 0.1 ±0.2 
lOS 44 220 22 2 Room-I C Closet Ceiling Peeling Drywall Beige 0.04± 0.27 NEG -02±1.2 O.O± 0.2 
106 44 221 22 2 Room-I C CubincI! Door-Out Intact Wood Beige 0.09± 0.24 NEG 0.2 ± 08 0.1 ±0.2 
107 44 222 22 2 Room-I C Cabinet Door-Ins Intact Wood Beige 0.17 ± 0.60 NEG -1.1 ± 1.0 0.2 ± 0.6 
108 44 223 22 2 Room-I C Cabinelt Shelf Intact Wood Beige 0.74 ± 0.33 NEG 0.0 ± 0.6 0.7 ± 0.4 
109 44 224 22 2 Room-2 A Wall Wall Intact Drywall Beige 1.00:!: 0.66 POS 1.0 ± 0.6 1.0:!: 0.6 
110 44 225 22 2 Room-2 B Wall Wall Intact Drywall Beige 0.50± 0.32 NEG 0.9 ± 0.5 0.9 ± 0.4 
III 44 226 22 2 Room-2 C Wall Wall Intact Drywall Beige 0.19 ± 0.51 NEG -0.4±1.4 0.2 ± 0.6 
112 44 227 22 2 Room-2 D Wall Wall Intact Drywall Beige 0.49 ± 0.36 NEG 0.7 ± 05 0.7±0 4 
113 44 228 22 2 Room-2 A Wall-Lwr Wall Intact Wood Beige 0.90± 0.63 NEG -0.1 ± 0.6 -0.1 ± 0.6 
114 44 229 22 2 Room-2 EI Wall-Lwr Wall Intact Wood Beige 0.68 ± 0.63 NEG -0.1 ± 0.6 -0 I ±0.6 
115 44 230 22 2 Room-2 C Wall-Lwr Wall Intact Wood Beige 0.83 ± 055 NEG 0.0 ± 0 6 0.0±0.6 
116 44 231 22 2 Room-2 D Wall-Lwr Wall Intact Wood Beige l.l0 ± 0.75 POS 0.6 ± 0.7 1.1 ± 0.8 
117 44 232 22 2 Room-2 D Wall BllSeboard Intact Wood Beige 0.36 ± 0.34 INCOM 0.3 ± 0.7 0.4 ± 0 4 

857 
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118 44 233 22 2 Room-2 D Wall Baselboard Intact Wood Beige 0.13 ± 0.44 NEG -0.2 ± l.l 0.1 ± 0.4 
119 44 234 22 2 Room-2 A Window-I Apron Intact Wood Beige 0.67 ± 0.19 POS 1.2 ± 0.5 1.2 ± 0.4 
120 44 235 22 2 Room-2 A Window-I Stool Peeling Wood Beige 0.01 ± 0.26 NEG 0.1 ± 1.0 0.0 ± 0.2 
121 44 23>6 22 2 Room-2 A Wall Crown-mold Peeling Wood Beige 0.89 ± 0.56 POS 1.0 ± 0.5 1.0 ± 0.4 
122 44 237 22 2 Room-2 A Ceiling Ceiling Peeling Drywall Beige 014±0.1O NEG -0.1 ± 0.6 -0.1 ± 0.6 
123 44 238 22 2 Room-2 C Door-2 Door Peeling Drywall Beige 0.82 ± 0.27 NEG 0.7 ± 0.7 0.8 ±0.2 
124 44 239 22 2 Room-2 C Door-2 Jamb Peeling Wood Beige 1.4'9 ± 0.61 POS 0.4 ± 0.8 1.5 ± 0.6 
125 44 240 22 2 Room-2 A Closet-2 Door Intact Wood Beige 0.54 ± 0.29 NEG 0.5 ± 0.6 0.5 ± 0.2 
126 44 241 22 2 Room-2 A Closet·2 Jamb Intact Wood Beige 0.62 ± 0.24 NEG -0.1 ±0.7 0.6 ± 02 
127 44 242 22 2 Room-2 B Closet Wall Intact Drywall Beige 077 ± 0.32 NEG O.O± 0.7 0.8 ±0.4 
128 44 243 22 2 Room-2 C Closet Wall Intact Drywall Beige 1.42 ± 0.65 POS 1.1 ± 0.8 1.4 ± 0.6 
129 44 244 22 2 Room-2 D Closet Wall Intact Drywall Beige 1.l,6 ± 0.47 POS -0.2 ± 0.8 1.2 ± 0.4 
130 44 245 22 2 Room-2 D Closet Baseboard Intact Wood Beige 1.27 ± 0.44 POS 1.5 ± 0.8 1.3 ± 0.4 
131 44 246 22 2 Room-2 D Closet Shelf Intact Wood Beige 0.73 ± 0.25 NEG 0.5 ± 0.7 0.7 ± 0.2 
132 44 247 22 2 Room-2 D Closet Ceiling Intact Drywall Beige 0.75 ± 0.33 NEG 0.4 ± 0.7 0.8 ± 0.4 
133 44 248 22 Shutter Cal-I Calibrate Calihrate 0.00 ± 0.00 o.o± 0.0 0.0 ± 0.0 
134 44 249 22 2 Calibrate-l Calibrate Calibrate 1.20 ± 0.16 POS 0.4 ± 0.7 1.2± 0.2 
135 44 25;0 22 2 Calibrate-2 Calibrate Calibrate 0.95 ± 0.10 POS 0.8 ± 0.7 1.0 ± 0.2 
136 44 251 22 2 Calibrate-3 Calibrate Calilbrate 0.95 ± 0 22 NEG -0.1 ± 0.7 0.9 ± 0.2 
137 44 252 22 2 Room-3 A Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -05 ± 1.0 O.O± 0.2 
138 44 253 22 2 Room-3 B Wall Wall Peeling Drywall Beige 0.07 ± 0.12 NEG 0.6 ±0.6 0.1 ± 02 
139 44 254 22 2 Room-3 C Wall Wall Peeling Drywall Beige 0.05 ± 0.24 NEG 0.3 ± 0.8 0.0 ± 0.2 
140 44 255 22 2 Room-3 D Wall Wall Peeling Drywall Beige 0.08 ± 0.17 NEG 0.2 ± 0.6 0.1 ± 0.2 
141 44 256 22 2 Room-3 A Wall-Lwr Wall Peeling Wood Beige 0.00 ± 0.10 NEG -0.2 ± 1.2 o o± 0.2 
142 44 257 22 2 Room-3 B Wall-Lwr Wall Intact Wood Beige 0.08 ± 0.29 NEG -0.1 ± 1.0 0.1 ± 02 
143 44 258 22 2 Room-3 C Wall·Lwr Wall Peeling Wood Beige 0.11 ±0.17 NEG -0.7 ± 0.7 0.1 ±02 
144 44 259 22 2 Room-3 D Wall-Lwr Wall Peeling Wood Beige O.OH 0.10 NEG -0.1 ± l.l 0.0 ± 0.2 
145 44 260 22 2 Room-3 D Ceiling Ceiling Intact Wood Beige 0.07 ± 0.49 NEG -0.7 ± 1.0 0.1 ±0.4 
146 44 2M 22 2 Room-3 C Window-I Apron Peeling Wood Beige 0.7S± 0.19 POS 1.4 ± 0.5 1.4 ± 0.4 

147 44 262 22 2 Room-3 D Window-I Stool Peeling Wood Beige 0.02 ± 0.26 NEG OJ ± 0.9 O.O± 0.2 
148 44 263 22 2 Room-3 C Closet-I Door Peeling Wood Beige 0.83 ± 0.23 NEG 1.0 ± 0.6 0.8 ±0.2 
149 44 264 22 2 Room-3 C Closet-I Jamb Intact Wood Beige 0.63 ± 0.17 NEG O.O± 0.7 0.6 ± 0.2 
150 44 265 22 2 Room-3 A Closet-l Wall Intact Drywall Beige 0.01 ± 0.15 NEG -0.7 ± 1.0 0.0 ± 0 2 
lSI 44 266 22 2 Room-3 B Closet-l Wall Intact Drywall Beige 0.07 ± 0.28 NEG 0.0 ± 0.8 0.1 ± 0.2 
152 44 267 22 2 Room-3 D Closet-I Wall Intact Drywall Beige 0.18 ± 0.25 NEG 0.1 ±0.6 0.2 ± 0.2 
153 44 268 22 2 Room-3 D Closet-I Baseboard Intact Wood Beige o 40± 0.48 NEG 0.\ ± 0.7 0.4 ± 0.4 
154 44 269 22 2 Room-3 D Closet-I Shelf Intact Wood Beige 0.00 ± 0.10 NEG 0.3 ± 0.7 0.0 ± 0.2 
155 44 270 22 2 Room-3 0 Closet-I Ceiling Peeling Drywall Beige 0.08 ± OJO NEG -0.5 ± 1.1 0.1 ±0.2 
156 44 271 22 2 Room-3 B Door· I Door Intact Wood Beige 0.11 ± 0 53 NEG -0.8 ± 1.2 0.1 ±0.6 
157 44 272 22 2 Room-3 B Door-! Jamb Intact Wood Beige 0.18 ± 0.32 NEG -0.3 ± 0.7 0.2 ± 0.4 
158 44 273 22 2 Room-3 B Wall-I Crown-mold Intact Wood Beige 0.00 ± 0.12 INCOM 0.4 ± 0.8 0.0 ± 0.2 
159 44 274 22 2 Room-3 B Wall-I Crown-mold Intact Wood Beige 0.04 ± 0.10 NEG 0.0 ± 1.1 0.0 ± 0.2 
160 44 275 22 2 Room-3 B Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -05 ± 1.0 0.0±0.2 
161 44 276 22 2 Bath-2 A Wall Wall Intact Drywall Beige 0.00 ± 0.\0 NEG -0.4 ± 1.2 0.0 ± 0.2 
162 44 277 22 2 Bath-2 B Wall Wall Intact Drywall Beige 0.45 ± 0.46 NEG 0.9 ± 0.6 0.5 ± 0.4 

163 44 278 22 2 Bath-2 C Wall Wall Intact Drywall Beige 0.20 ± 0.38 NEG -0.5 ± 0.9 0.2 ± 0.4 

164 44 279 22 2 Bath-2 D Wall Wall Intact Drywall Beige 0.20± 0.25 NEG 0.3 ± 0.8 0.2 ± 0.2 
165 44 280 22 2 Bath-2 C Window Apron Peeling Wood Beige 0.50 ± 0.25 NEG 0.8 ± 0.6 05 ± 0.2 

166 44 281 22 2 Bath-2 C Window Stool Poor Wood Beige 0.02 ± 0.\0 NEG -04±1.1 00 ± 0.2 

167 44 282 22 2 Bath-l D Door Door Intact Wood Beige o 16±020 NEG 1.0 ± 0.5 0.2 ± 0.2 

168 44 283 22 2 Bath-2 D Door Jamb Intact Wood Beige 0.23 ± 0.40 NEG -0.1 ± 0.7 0.2 ± 0 4 
169 44 284 22 2 Bath-l B Ceiling Ceiling Intact Drywall Beige OOI±O.\O NEG -OJ ± l.l 0.0 ± 0.2 

'.70 44 285 22 2 Bath-I A Wall Wall Intact Drywall Beige 0.34 ± 0.35 NEG 0.7 ± 0.7 0.3 ± 0.4 

71 44 286 22 2 Bath-I B Wall Wall Intact Drywall Beige 0.23 ± 0.23 NEG 04± 0.7 0.2 ± 0.2 
72 44 287 22 2 Bath-I C Wall Wall Intact Drywall Beige 0.01 ± 0.11 NEG -0.5 ± 1.2 O.O± 0 2 
73 44 288 22 2 Bath-I D Wall Wall Intact Drywall Beige 0.01 ± 0.27 NEG -0.4 ± 1.0 0.0 ± 02 
74 44 289 22 2 Bath-I A Door Door Intact Wood Beige 0.02 ± 0.15 NEG C1.2± 0.8 00±02 

75 44 290 22 2 Bath-I A Door Jamb Intact Wood Beige 0.73 ± 0.34 NEG C10±0.7 0.7 ± 0.4 
76 44 291 22 2 Bath-I B Window Apron Peeling Wood Beige 0.92 ± 0.35 NEG 0.9± 0.6 0.9 ± 0.4 
77 44 292 22 2 Bath-I B Window Stool Peeling Wood Beige om ± 0.29 NEG -0.4 ± 1.3 () O± 0.2 
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178 44 293 22 2 Bath-I D Ceiling Ceiling Intact Drywall Beige 0.19 ± 0 46 NEG OO±I.I 0.2 ± 0.4 
179 44 1 31 Shutter Cal-I OOO±OOO 00 ± 0.0 OO±OO 
180 44 2 31 0.94 ± 0.11 NEG 04 ± 0.5 09±02 
181 44 3 31 0.95:1: 0.19 NEG 05 ± 0.6 0.9± 0 2 
182 44 4 31 Shutter Cal- iI o OO± 0.00 0.0 ± 0.0 0.0 ± 0.0 
183 44 5 31 Garage- B Wall Intact Drywall Grey 0.04 ± 0.\0 NEG O.O± 0.7 00 ± 0.2 
184 44 6 31 Garage- B Wall Intact Drywall Blue 0.00 ± 0.10 NEG -0.4 ± 1.1 00 ± 0.2 
185 44 7 31 Garage- C Wall Intact Drywall Blue O.OO± 0.10 NEG 03 ± 0.7 o O± 0.2 
186 44 8 31 Garage- C Wall Intact Drywall Grey O.OO±O.IO NEG 0.3 ± 0.8 00 ± 0.2 
187 44 9 31 Garage- D Wall Intact Drywall Grey 0.01 ±O.IO NEG -0.6 ± 0.8 00 ± 0.2 
188 44 10 31 Garage- D Wall Intact Drywall Blue O.OO±O.IO NEG -0.6 ± 0.9 00 ± 0.2 
189 44 II 31 Garage- C Door Door Intact Wood White OOO±O.IO NEG 02 ± 0.9 00±02 
190 44 12 31 Garage- C Door Jamb Intact Wood White 0.00 ± 0.10 NEG 0.3 ± 0.7 0.0 ± 0.2 
19[ 44 13 31 Kitchen- B Wall Intact Wallpaper 001±0.10 NEG 05 ± 0.7 00 ± 0.2 
192 44 14 31 Kitchen- B Wall Inlact Wallpaper 0.01 ± 0.10 NEG -0.1 ± 0.9 00 ± 0.2 
193 44 IS 31 Kitchen- D Wall Intact Wallpape Beige 0.01 ± 0.19 NEG -0.2 ± 1.0 o O± 0.2 
194 44 16 31 Kitchen- B Door-3 Casing Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 0.7 0.0±0.2 
195 44 17 31 Kitchen- D Door-4 Door Intact Wood Beige 1.13 ± 0.25 POS 0.9± 0.5 1.1 ± 0.2 
196 44 18 31 Kitchen- D . Door-4 Casing Intact Wood Beige ·0.00 ± 0.10 NEG -0.3 ± 0.9 0.0±0.2 
197 44 19 31 Kitchen- A Door-I Door Intact Wood Beige 0.01 ± 0.10 NEG -0.6 ± 0 8 0.0±0.2 
198 44 20 31 Kitchen· A Door-I Casing Intact Wood Beige o OO± 0.10 NEG 0.2 ± 0.9 0.0 ± 0.2 
199 44 21 31 Kitchen· C Window-I Sash Intact Wood Beige 0.10 ± 0.12 NEG 0.7 ± 0.6 0.1 ± 0.2 
200 44 22 31 Kitchen· C Window-I Casing Intact Wood Beige 0.11 ± 0.31 NEG 0.1 ± 0.7 0.[ ± 0.4 
20[ 44 23 31 Kitchen· C Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG 0.1 ± 0.8 0.0 ±0.2 
202 44 24 31 Kitchen- C Ceiling Lt-Fixturelntact Intact Met.al Beige 000 ± 0.10 NEG -0.2 ± 1.1 0.0 ± 0.2 
203 44 25 31 Kitchen- B Cabinet·Upr Door·Out Intact Wood Brown 0.00 ± 0.10 NEG -0.7±08 0.0±0.2 
204 44 26 31 Kitchen- B Cabinet Door-Out Intact Wood Brown O.OO±O.IO NEG -0.3 ± 0.7 0.0±0.2 
205 44 27 31 Kitchen- B Wall Baseboard Intact Wood Beige o OO± 0.10 NEG -0.4 ± 1.0 00±02 
206 44 28 31 Kitchen- A Closet-l Wall Intact Drywall Beige 0.03 ± 0.10 NEG -0.4 ± (I 9 0.0 ± 0.2 
207 44 29 31 Kitchen- B Closet-I Wall Intact Drywall Beige 000 ± 0.10 NEG -0.1 ± 0 9 00±0.2 
208 44 30 31 Kitchen- C Closet-I Wall Intact Drywall Beige O.OO± 0.10 NEG 0.3 ± 0.8 00 ±0.2 
209 44 31 31 Kitchen- D Closet-I Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.5 ± 0.9 O.O± 0.2 
210 44 32 31 Kitchen- A Closet-I Vent-Duct Intact Met:al Beige O.l4±0.10 NEG -0.6 ± (I 6 -07 ± 0.6 
211 44 33 3l Kitchen- A Closet-2 Wall Intact Drywall Beige O.OO± 010 NEG -07 ± 09 00 ± 0.2 
212 44 34 31 Kitchen- B Closet-2 Wall Intact Drywall Beige 0.00 ± 0.10 NEG 0.2 ± 0.7 0.0 ± 0.2 
213 44 35 31 Kitchen- 0 Closet-2 Wall Intact Wood Beige O.OO± 0.10 NEG 0.2± 0 8 00±0.2 
214 44 36 31 Kitchen- 0 Closet-2 Shelf Intact Wood Beige o OO± 0.10 NEG -0.8 ± 0.8 O.O± 0.2 
215 44 37 31 Kitchen- D Closet-2 Door Intact Wood Beige 0.07 ± 0.25 NEG -02 ± 0.8 0.1 ±02 
216 44 38 31 Kitchen- D Clos\:(-2 Jamb Intact Wood Beige 000 ± 0.10 NEG 0.2± GI.8 O.O± 0.2 
217 44 39 31 Shutter Cal-I O.OO± 0.00 0.0 ± 0 0 0.0 ± 0.0 
218 44 40 31 Calibrate-l 1.00 ± 0.12 POS 0.8 ± 0.6 1.0 ± 0.2 
219 44 41 31 Calibrate-2 1.01 ± 0.21 POS 0.6:1:0.6 1.0:1: 0.2 
220 44 42 31 Shutter Cal-I 0.00:1: 0.00 0.0 ± 0 0 0.0 ± 0.0 
221 44 43 31 Calibrate-I 0.92± 0.1I NEG 1.0±0.6 09 ± 0.2 
222 44 44 31 Calibrate-2 0.95 ± 0.19 POS 0.6 ± 0.6 1.0 ± 0.2 
223 44 45 31 Shutter Cal-I O.OO± 0.00 OO±OO O.O± 0 0 
224 44 46 31 Room-3 A Wall Intact Drywall Beige 1.04 ± 0.69 POS 1.2 ± 0.6 1.2 ± 0.6 
225 44 47 31 Room-3 B Wall Intact Drywall Beige 0.04±015 NEG 0.2 ± 0.7 0.0 ± 0.2 
226 44 48 31 Room-3 C Wall Intact Ory~'all Beige 1.19 ± 0.79 POS 1.2 ± 0.6 1.2 ± 0.6 
227 44 49 31 Room-3 D Wall Intact Drywall Beige 1.25 ± 0.83 POS 1.6 ± 0.6 1.6± 0.6 
228 44 50 31 Room-3 A Door-I Casing Intact Wood Beige 0.51 ± 0.30 NEG 0.0 ± 0.6 O.O± 0.6 
229 44 51 31 Room-3 B Door·2 Door Intact Wood Beige 0.20 ± 0.33 NEG -0.2 ± 0.9 0.2 ± 0.4 
230 44 52 31 Room-3 B Door-2 Casing Intact Wood Beige o 10±0.33 NEG 0.0 ± 1.0 01±04 
231 44 53 31 Room-3 D Door-3 Door Intact Wood Beige 048 ± 0.23 NEG 0.5 ± 0.6 05 ± 0.2 
232 44 54 31 Room-3 D Door-3 Casing Intact Wood Beige 0.74 ± 0.38 NEG 0.7 ± 0.5 07±04 
233 44 55 31 Room-3 D Baseboard Inlact Wood Beige 017 ± 0.33 NEG OI±Gl9 0.2 ± 0.4 
234 44 56 31 Room-3 D Wall Chair-rail Intact Wood Beige 0.S3± 0.33 POS 1.2 ± 0.4 1.2 ± 0.4 
235 44 57 31 Room-3 C Window Sash Intact Wood Beige 0.78 ± 0.44 POS 2.0± 0.5 2.0 ± 0.6 
236 44 58 31 Room-3 C Window Stool Intact Wood Beige 0.35 ± 0.41 POS 3.7 ± 1.2 3.7 ± 1.2 
237 44 59 31 Porch-2 A Wall Intact Wood While o OO± 0.10 NEG -03 ± 0 8 00 ± 0.2 

859 



Site: 44 Date: 5/5/98 to 5/6/98 Paint Page 5 
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No Site XLNo Insp Fir Room Side Stre Fe,at Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 

238 44 60 31 I Poreh-2 B Wall Intact ASB White 3.04± 1.20 POS 5.4 ± 1.4 3.0 ± 1.2 

239 44 61 31 I Porch-2 C Wall Intact Wood White 0.010 ± 0.10 NEG 0.0 ± 0.9 0.0±0.2 

240 44 62 31 I Porch-2 D Wall Intact Wood White 000 ± 0.10 NEG -0.2 ± 08 00 ± 0.2 

241 44 6:1 31 I Porch-2 A Door-I Door Intact Wood White »5.0± 1.00 POS 9.8± 3.3 9.8±3.4 

242 44 6'. 31 I Porch-2 A Door-I Casing Intact Wood While 0.1:5 ± 1.13 pas 9.8± 4.2 9.8± 4.2 

24l 44 65 31 I Porch-2 B Door-2 Door Intact Wood While »5.0± 1.00 pas 10.0 ±4.0 10.0 ± 4.0 

244 44 64, 31 I Porch-2 B Door-2 Jamb Intact Wood White 2.5:Z ± 3.58 POS 11.1 ± 3.8 11.1 ± 3.8 

245 44 67 31 I Porch-2 B Door-3 Door Intact Wood White 2.2'~±3.80 POS 10.4 ± 4.1 10.4 ± 4.0 

246 44 611 31 I Porch-2 B Door-3 Jamb Intact Wood White 1.57 ± 1.57 pas 12.4 ± 3.9 12.4 ± 4.0 

247 44 6~J 31 1 Porch-2 B Door-4 Door Intact Wood White 3.5:J± 2.57 POS 12.1 ±4.2 12.1 ±4.2 

248 44 70 31 I Porch-2 B Door-4 Jamb Intact Wood White 1.70 ± 1.55 POS 10.1:1: 4.2 10.1 ± 4.2 

249 44 n 31 I Porch-2 A Column-2 Intact Wood White 1.2'h4.80 POS 13.2:1: 3.6 13.2:1:3.6 

250 44 n 31 I Porch-2 C Column-3 Intact Wood White »5.0± 1.00 POS 15;.0:1: 4.4 15.0 ± 4.4 

251 44 7:$ 31 I Porch-2 D Column-4 Intact Wood White 1.5'7 ± 2.49 POS 15;.3:1: 4.6 15.3:1: 4.6 

252 44 7" II I Poreh-2 D Column-5 Intact Wood White 3.l:Z:I: 2.78 POS 19'.2:1: 4.5 19.2:1: 4.4 

253 44 7:; 31 I Porch-2 A Frame 2X4 Intact Wood White 0.01:1: 0.10 NEG 0.0:1: 0.9 O.O± 0.2 

254 44 76 31 I Porch-2 C Frame 2X4 Intact Wood White O.OO± 0.10 NEG -1.0± 0.9 0.0 ± 0.2 

255 44 77 31 I Porch-2 D Frame 2)(4 Intact Wood White 0.02 ± 0.10 NEG 0.4 ± 0.7 O.O± 0.2 

256 44 78 31 . I Porch-2 A Floor Intact Concrte Grey 0.04 ± 0.10 NEG' 0.1 ± 09 0.0±0.2 

257 44 7~J II 1 Porch-2 D Door-2 Threshold Intact Wood Grey 3.5:J:I: 2.56 pas 5.6± 2.0 5.6 ±2.0 

258 44 80 II 1 Porch-2 D Door-l Thre.shold Intact Wood Grey 2.70 ± 0.98 POS 5.4 ± 1.6 2.7:1: 1.0 

259 44 811 31 I Porch-2 D Door-4 Threshold Intact Wood Grey »5.0± 1.00 pas 7.2:1:3.l 7.2 ±l.2 

260 44 82 31 I Room-3 A Cabinet-4 Door-Out Intact Wood Grey 0.21O± 0 26 NEG -0.2 ± 0.9 0.2±0.2 

261 44 83 31 I Room-3 A Cabinet-4 Door-Ins Intact Wood Beige 0.34± 0.23 NEG O.O± 0.8 0.3 ± 0.2 

262 44 8'. 31 I Room-l A Cabinet Inside Intact Wood Beige 1.6:Z:I: 0.61 POS 1.8:1: 0.6 1.6 ± 0.6 

263 44 85 31 1 Room-3 A Cabinet Shelf Intact Wood Beige 2.28:1: 1.23 POS 1.8 ± 0.8 2.3 ± 1.2 

264 44 84, 31 1 Room-3 A Cabinet Wall Intact Wood Beige 1.2., ± 0.83 pas 1.4:1: 0.6 1.3 ± 0.6 

265 44 87 31 I Room-3 A Cabinet Casing Intact Wood Beige 0.51 ± 0.28 NEG 0.6:1: 0.5 0.5 ±0.2 

266 44 88 31 1 Room-3 D Wall Wall·Rgstr Intact Metal Beige 0.15 ± 0.33 NEG -0.3 ± 1.2 0.1 ± 0.4 

267 44 8!J 31 2 lIall-4 A Wall Intact J[)rywall Beige »5.0± 1.00 POS 3·.7 ± 2.3 3.7 ± 2.4 

268 44 90 31 2 Hall-4 B Wall Intact I[)rywall Beige »5.0± 1.00 POS 4.3 ± 2.7 4.3:1:2.6 

269 44 9:1 31 2 Hall-4 C Wall Intact I[)rywall Beige »5.0± 1.00 POS 4.0 ± 3.3 4.0 ± 3.4 

270 44 9:t 31 2 Hall-4 D Wall Intact J[)rywall Beige 0.03:1:0.23 POS 3,.6:1: 1.3 3.6 ± 1.2 

271 44 9:$ 31 2 Hall-4 A Door-I Door Intact Wood Beige 1.01:1: 0.36 POS 1.0:1: 0.5 1.0 ± 0.4 

272 44 94 31 2 Hall-4 A Door-I Cal.ing Intact Wood Beige l.l'~:I: 0.56 POS 01.9:1:0.5 1.2 ± 0.6 

273 44 95 31 2 Hall-4 B 000r-2 Door Intact Wood Beige 0.50:1: 0.30 NEG 0.6 ± 0.5 0.5 ±0.2 

274 44 96 31 2 Hall-4 B 000r-2 Casing Intact Wood Beige 0.54 ± 0.25 NEG 01.7 ±O 5 0.5:1: 0.2 

275 44 97 31 2 Hall-4 C Door-3 Door Intact Wood Beige 0.74 ± 0.33 NEG 01.6:1:05 0.7 ± 04 

276 44 98 31 2 Hall-4 C 000r-3 Jamb Intact Wood Beige 0.75 ± OJ6 NEG 0.9±0.6 0.7 ± 0.4 

277 44 9~~ 31 2 Hall-4 C Ooor-4 Door Intact Wood Beige 0.23 ± 0.36 NEG 0.2± 05 0.2 ± 0.4 

278 44 100 31 2 Hall-4 C Ooor-4 Jamb Intact Wood Beige 0.06 ± 0.32 NEG 0.2:1: 0.8 0.1 ±0.4 

279 44 101 31 2 Hall-4 C 000r-5 Door Intact Wood Beige 0.33 ± 0.27 NEG 0.2:1:0.6 0.3 ± 0.2 

280 44 102 31 2 Hall-4 C 000r-5 Jamb Intact Wood Beige 0.22± 0.36 NEG 01.1 :1:0.8 0.2 ± 0.4 

281 44 103 31 2 Hall-4 B Wall Chair-rail Intact Wood Beige 1.91 ± 0.63 pas 2:.3 ± l.l 1.9:1: 0.6 

282 44 104 31 2 Hall-4 B Wall Baseboard Intact Wood Beige 0.07 ± 0.19 NEG -0.2 ± 0.8 0.1 ± 0.2 

283 44 lOS 31 2 HaIl-4 B Floor Intact Wood Varnish OOO±O.lO NEG -0.3 ± 0.9 0.0:1: 0.2 

284 44 1016 31 2 Hall-4 B Window Sash Intact Wood Beige 0.7Z ± 0.32 POS 2:.0:1:01.6 2.0± 0.6 

285 44 1017 31 2 Hall-4 B Window Stool Intact Wood Beige 0.0.3:1: 0.10 NEG -0.1 ± 0.9 0.0:1:0.2 

286 44 108 31 2 Hall-4 D Stairs Tn:ad Intact Wood Varnish O.OO±O 10 NEG -0.1 ±0.9 o O± 0.2 

287 44 109 31 2 Hall-4 D Stairs Riser Intact Wood Beige 001O±015 NEG 00 ± 0.9 0.0 ± 0.2 

288 44 110 31 2 Hall-4 D Stairs Rail-cap Intact Wood Other 0.03±0.10 NEG -01.1 ±O 6 00±02 

l89 44 III 31 2 Hall-4 D Slairs Baseboard-Ins Intact Wood Beige 0.42 ± 0 29 NEG 0.9± 05 0.4 :1:0.2 

t90 44 112 31 2 Hall-4 A Wall-Lwr stairwell Intact l[)rywall Beige 2.10:1:0.82 POS 3.4:1: 1.3 3.4 ± 1.4 

!91 44 113 31 2 Hall-4 C Wall-Lwr stair'well Intact ][)rywall Beige 1.5:g:l: 1.20 POS 3,.6 ± 1.2 3.6 ± 1.2 

!92 44 114 31 2 Hall-4 C Wall-Lwr stairwell-top Intact Wood Beige 0.03 ± 0.29 NEG 0.1 :I: 1.0 O.O± 0.2 

93 44 115 31 2 Hall-4 A Closet-I Wall Intact Drywall Beige 0.27 ± 0.38 NEG O.0±0.9 0.3 ± 0.4 

94 44 116 31 2 Hall-4 B Closet-I Wall Intact Drywall Beige 0.28:1:0.21 NEG 01.4:1: 0.7 OJ ± 0.2 

95 44 117 31 2 Hall-4 C Closet-I Wall Intact Drywall Beige 0.32± 0.20 NEG 01.3 ± 06 03 ± 0.2 

96 44 118 31 2 Hall-4 D Closet-I Door Intact Wood Beige 0.46± 0.17 NEG 0.9± 05 0.5 ± 0.2 

n 44 119 31 2 Hall-4 D Closet-I Casing Intact Wood Beige 0.46:1: 0.12 NEG 0.4 ± 0.5 0.5 ± 0.2 
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298 44 120 31 2 Hall-4 D Closet-I Shelf Intact Wood Beige 030 ± 0.19 NEG 02 ± 0.7 03 ± 0.2 
299 44 121 31 2 Hall-4 D Closet-I Ceiling Intact Drywall Beige 0.30 ± 0.35 NEG -0.3 ± 0.9 03±04 
300 44 122 31 2 Hall-4 Ceiling Intact Drywall Beige 002 ± 0 22 NEG 0.3 ± 0.9 00±02 
301 44 123 31 2 Hall-4 Ceiling Door Intact Wood Beige 018 ± 0.14 NEG 0.2 ± 0.4 02±O4 
302 44 124 31 2 Hall-4 Ceiling Casing-door Intact Wood Beige 001 ± 0.16 NEG 0.2 ± 0.8 00 ± 0.2 
303 44 125 31 2 Hall-4 Ceiling Casing-vent Intact Wood Beige 0.17 ± 0.17 POS 2.9 ± 1.0 2.9 ± 1.0 
304 44 126 31 2 Bath-3 A Wall Intact Wallpaper O.01±0.10 NEG -0.1 ± 0.8 0.0 ± 0.2 
305 44 127 31 2 Bath-3 B Wall Intact Wallpaper 0.21 ± 0.15 NEG 0.6± 0.6 0.2± 0.2 
306 44 128 31 2 Bath-3 C Wall Intact Wallpape Beige o 12±0.17 NEG 0.4 ± 0.8 0.1 ± 0.2 
307 44 129 31 2 Bath-3 D Wall Intact Wallpaper 0.41 ± 0.34 NEG 0.3 ± 0.5 04±0.4 
308 44 130 31 2 Bath-3 C Door Door Intact Wood Beige 002±O.lO NEG -0.1 ± 0 8 0.0 ± 0 2 
309 44 131 31 2 Bath-3 D Door Casing Intact Wood Beige 0.03 ± 0.25 NEG -05 ± 0.9 00±02 
310 44 132 31 2 Bath-3 D Window Sash Intact Wood Beige 069 ± 0.25 NEG 12 ± 0.4 07±02 
311 44 133 31 2 Bath-3 C Window Casing Intact Wood Beige 0.68 ± 0.29 NEG 10 ± 0.5 0.7 ± 0.2 
312 44 134 31 2 Bath-3 C Ceiling Intact Drywall Beige OOO±O.IO NEG -0.5 ± 0.9 o O± 0.2 
313 44 135 31 2 Bath-3 Upr Cabinet Door-Ins Intact Metal White 000 ± 0.10 NEG 0.5 ± 0.7 O.O± 0.2 
314 44 136 31 2 Bath-3 Upr Cabinet Inside Intact Metal White O.03±0.10 NEG 0.3 ±0.8 O.O± 0.2 
315 44 137 31 2 Bath-3 Upr Cabinet-Lwr Door-Out Intact Wood Beige o OO± 0.10 NEG -0.1 ± 1.1 O.O± 0.2 
316 44 138 31 2 Bath-3 Upr Cabinet-Lwr Inside Inlact Wood Beige 0.00 ± 0.10 NEG -1.I±09 O.O± 0.2 
317 44 139 31 2 Room-I A Wall Intact Drywall Beige 0.05 ± 0.17 NEG -0.1 ± 0.7 OO± 0.2 
318 44 140 31 2 Room-I B Wall Intact Drywall Beige 0.06±0.17 NEG 0.0 ± 0.8 0.1 ±02 
319 44 141 31 2 Room-I C Wall Inlact Drywall Beige OOO±O.lO NEG 0.4 ± 0 8 0.0 ±o 2 
320 44 142 3[ 2 Room-I D Wall Inlact Drywall Beige O.O[ ±0.[4 NEG -0.7±1.0 0.0 ± 0.2 
321 44 143 31 2 Room-I D Wall Chair-rail Intact Wood Beige 0.01±0.12 NEG -0.4 ± 0.9 0.0 ± 0.2 
322 44 144 31 2 Room-[ D Wall Baseboard Intact Wood Beige 0.1 [ ± 0.23 NEG -0.[ ± 0.8 0.1 ±0.2 
323 44 [45 31 2 Room-I B Door-I Door Intact Wood Beige 0.28 ± 0.18 NEG 0.6± 0.6 0.3 ± 0 2 
324 44 146 31 2 Room-I B Door-I Casing Intact Wood Beige 0.26± 0.36 NEG 00 ± 0.7 0.3 ± 0 4 
325 44 147 31 2 Room-I C Door-2 Door Intact Wood Beige 009±O.l4 NEG 0.4 ± 0.7 0.[ ±0.2 
326 44 148 31 2 Room-I C Door-2 Casing Intact Wood Beige 0.[2 ± 0.37 NEG 0.3 ± 0.7 0.1 ±04 
327 44 149 31 2 Room-I A Window-I Sash Intact Wood Beige 1.84 ± 1.10 POS 3.1 ± 0.9 3.1 ± 0.8 
328 44 ISO 31 2 Room-l A Window-I Stool Intact Wood Beige 0.09 ± 0.10 POS 1.4 ± 0.4 1.4 ± 0.4 
329 44 lSI 31 2 Room-l D Window-2 Sash Intact Wood Beige 0.96 :1:0.54 POS 1.9 ± (11.6 1.0 ± 0.6 
330 44 IS2 31 2 Room-I 0 Window-2 Stool Intact Wood Beige 0.97:1: 0.54 POS 3.4:1: 1.2 3.4 ± 1.2 
331 44 153 31 2 Room-I D Floor-2 Intact Wood Varnish 0.07 ± 0.18 NEG O.O± 0 8 0.1 ± 0.2 
332 44 154 31 2 Room-I B Closet-I Wall Intact Drywall Other 0.07 ± 0.31 NEG -0.2 ± 1.0 0.1 ± 0.4 
333 44 ISS 31 2 Room-I C Closet-I Wall Intact Drywall Other 008 ± 0.35 NEG -0.1 :I: 0.9 01 ±0.4 
334 44 156 31 2 Room-I D Closet-I Wall Intact Drywall Other 0.10±0.44 NEG -0.1 ± I 0 0.1 :1:0.4 
335 44 157 31 2 Room-I 0 Closet-I Shelf Intact Wood Other 0.18 ± 0.40 NEG 0.4 ± 0.7 0.2 ± 0.4 
336 44 158 31 2 Room-I D Closet-I Door Intact Wood Other 0.28 ±0.30 NEG 03 ± CI.6 0.3 ± 0.2 
337 44 159 31 2 Room-I D Closet-I Jamb Intact Wood Other 0.21 ±0.31 NEG -0.2 ± 1.0 02 ± 0.4 
338 44 160 31 2 Room-I D Closet-I Baseboard Intact Wood Other 0.07 ± 0.13 NEG 0.1 :I: 0.8 0.1 ±O 2 
339 44 161 31 2 Room-2 A Wall Intact Drywall Beige 0.69± 0.37 NEG 0.7 ± 0.4 0.7 ± 0.4 
340 44 162 31 2 Room-2 B Wall Intact Drywall Beige 0.59 :1:0.36 POS 1.5 ± 0.4 1.5 ± 0.4 
341 44 163 31 2 Room-2 C Wall Intact Drywall Beige 0.54 ± 0.34 NEG 0.8 ± 0.4 0.8 ± 0.4 
342 44 164 31 2 Room-2 0 Wall Intact Drywall Beige 047 ± 0.29 NEG 0.9 ± 0.4 09 ± 0.4 
343 44 16S 31 2 Room-2 0 Wall Chair-rail Intact Wood Beige 0.49:1: 0.31 POS 1.3 ± 0.4 1.3 ± 0.4 
344 44 166 31 2 Room-2 D Wall Baseboard Intact Wood Beige 0.18 ± 0.48 NEG -0.2 ± 0.8 0.2:1:04 
345 44 167 31 2 Room-2 C Door-I Door Intact Wood Beige 0.96 ± 0.34 POS 0.8± U.S 1.0 ± 0.4 
346 44 168 31 2 Room-2 C Door-I Casing Intact Wood Beige 0.54 ± 0.22 NEG 0.4 ± 0.6 0.5 ± 0.2 
347 44 169 31 2 Room-2 C Door-2 Door Inlact Wood Beige 042 ± 0.26 NEG -0.1 ± 0.6 -0 I ±06 
348 44 170 31 2 Room-2 C Door-2 Casing Intact Wood Beige 0.76 ± 0.51 NEG 0.[ ±0.6 0.1 ±0.6 
349 44 171 31 2 Room-2 A Window-2 Sash Intact Wood Beige 1.57 ± 0.54 POS 2.0±O.7 1.6:1: 0.6 
350 44 172 31 2 Room-2 A Window-2 Stool Intact Wood Beige 0.16 ± 0_18 POS 2.2 ± 0.6 2.2± 0.6 
351 44 173 31 2 Room-2 B Closet Wall Intact Drywall Beige 0.90± 0.38 NEG 0.6 ± 0.6 0.9± 0.4 
352 44 174 31 2 Room-2 C Closet Wall Intact DrY"'all Beige 1.29 ± 0.48 POS 0.9 ± 0.6 1.3 ± 0.4 
353 44 175 31 2 Room-2 D Closet Wall Intact Dry"'all Beige 1.26 ± 0.43 POS 1.1 ± (]I.6 1.3 ± 0.4 
354 44 176 31 2 Room-2 A Closet Wall Intact Drywall Beige 0.84 ± 0.36 NEG 0.6:i:05 0.8 ± 0.4 
355 44 177 31 2 Room-2 A Closet Baseboard Intact Wood Beige 1.06 ± 0.35 POS 1.0 ± (]I.5 1.I ± 0.4 
356 44 178 31 2 Room-2 C Closet Shelf Intact Wood Beige 0.79± 0.23 NEG I.l ± CI.4 08 ± 0.2 
357 44 179 31 2 Room-2 A Closet Door Intact Wood Beige 0.74 ± 0.26 NEG 09±Cl5 0.7 ± 02 
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358 44 180 3) 2 Room-2 A Closet Jamb Intact Wood Beige 0.43 ± 0.18 NEG 0.5:1: 0.5 0.4 ± 0.2 

359 44 lin 31 2 Room-2 A Floor Intact Wood Other OO)±O.)O NEG -u ± I.l 0.0 ± 0.2 

360 44 182 31 Shutter Cal-) 0.00 ± 0.00 .. 0.0:1: 0.0 0.0 ±O.O 

361 44 Ill3 31 Calibrate-l 0.97 ± 0.11 POS 0.3:1: 0.5 1.0 ± 0.2 

362 44 Ill4 31 Calibrate-2 1.77 ± 0.52 POS 11.6:1: 1.0 1.8 ± 0.6 

363 44 IllS 31 Calibrate-3 1.06:1: 0.22 POS 0.8:1: 0.6 1.1 ± 0.2 

364 44 186 31 Shutter Cal-) O.OO± 0.00 0.0:1:0.0 0.0:1:0.0 

365 44 lU7 31 Shutter Cal-I O.OO± 0.00 0.0 ± 00 0.0:1:0.0 

366 44 lU8 31 Shutter Cal-I 0.00 ±O.OO 0.0:1: 0.0 0.0:1:0.0 

367 44 1119 31 Calibrate-I 0.94 ± 0.1) NEG 0.8:1: 0.5 0.9±0.2 

368 44 BIO 31 Calibrate-2 1.02:1: 0.21 POS 0.2:1: 0.6 1.0:1: 0.2 

369 44 )91 31 I Room-3 A Ceiling Intact Drywall Beige 0.09:1: 0.16 NEG -0.6:1: 0.7 0.1 :1:0.2 

370 44 In 31 1 Room-3 A Ceiling Crown-mold Intact Wood Beige 0.76:1: 0.47 POS 11.6:1: 0.4 1.6:1:0.4 

371 44 Il13 31 1 Poreh-2 B Ceiling Crown-mold Intact Wood Beige 3.48:1: 2.62 POS 111.6:1: 4.0 11.6:1: 4.0 

372 44 194 3) 2 Room-) B Ceiling Crown-mold Intact Wood Beige 0.00 ± 0.10 NEG -0.3 ± 0.9 0.0±0.2 

373 44 )95 31 2 Room-) B Ceiling Intact Drywall Beige O.OO±O.)O NEG -0.4 ± 0.9 0.0:1:0.2 

374 44 196 31 2 Room-2 B Ceiling Intact Drywall Beige O.oJ ± 0.14 NEG 0.1 ± 0.7 0.0:1: 0.2 

375 44 l!I7 31 2 Room-2 B Ceiling Crown-mold Intact Wood Beige 0.60 ± 0.37 POS 11.1 ±0.3 1.1:1: 0.4 

376 44 198 3) Shutter Cal-l O.OO±OOO 0.0 ± 0.0 O.O±O.O 

377 44 199 31 Calibrate-l 0.9l ± 0.11 NEG 0.9± 0.6 0.9± 0.2 

378 44 200 31 Calibrate-2 1.14± 0.22 POS 0.6 ± 0.5 1.1 ± 0.2 



uali Evaluation 
XRF Field Data Sheets 

and Results 



Original Reading 

0.10 
0.00 
0.00 
0.00 
0.00 
0.10 
0.00 
0.10 
0.20 
0.10 
0.60 

0.60 -;- 10 = 0.06 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.00 0.05 
0.10 0.05 
0.00 0.00 
0.00 0.00 
0.10 0.05 
0.00 0.05 
0.00 0.00 
0.00 0.05 
0.10 0.15 
0.10 0.10 
0.40 0.50 

0.40 -;- 10 = 0.04 

Absolute Difference = 0.04 - 0.06 = 0.02 

C'" 0.0450 
D = 0.000324 
E = 0.032324 

0.0450 x 0.0072 == 0.000324 
0.000324 + 0.032 = 0.032324 
Square Root of 0.032324 = 0.179789 

Squared 

0.0025 
0.0025 
0.0000 
0.0000 
0.0025 
0.0025 
0.0000 
0.0025 
0.0225 
0.0100 
0.0450 

F = 0.179789 0.179789 x 1.645 = 0.2958 (Retest Tolerance Limit) 

Retest Tolerance Limit = 0.2958 

0.02 < 0.2958 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

1. Calculate the average of the original XRF result and retest XRF result for each testing combination. 

2. Square the average for each testing combination. 

3. Add the ten squared averages together. This quantity is called C. 

4. MUltiply the number C by 0.0072. This quantity is called D. 

5. .A.dd the number 0.032 to D. This quantity is called E. 

6. Take the square root of E. Call this quantity F. 

7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 

8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the retest. If the difference 

of the overall averages equals or exceeds the Retest Tolerance Limit, the procedure should be repeated with ten new 

testing combinations. If the difference of the overall averages is equal to or greater than the Retest Tolerance Limit a 

second time, then the inspection is considered deficient. 
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Paint Page I 
Quarters M-7, Quality Evaluation Retest 

Charleslton Naval Complex 
Site: 4,*-3 Date: 3/16/98 

Ranges (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir Room Side Stre Feat Cnd Sub ell' PbL(mg/em') RES Pbl( Combined Note 
1 44 295 22 2 Calibrate-I Calibrate Calibrate 1.05 ± 0.12 POS 0.4 ± 0.7 1.0 ± 0.2 
2 44 308 22 2 Calibrate-II Calibrate Calibrate 1.05± 0.13 POS 0.5± 0.7 1.0 ± 0.2 
3 44 296 22 2 Calibrate-2 Calibrate Calibrate 1.11 ± 0.25 POS 0.7 ± 0.7 l.l ± 0.2 
4 44 309 22 2 Calibrate-2 Calibrate Calibrate 0.83 ± 0.20 NEG 0.6±O.6 08 ± 0.2 
5 44 310 22 2 Calibrate-3 Calibrate Calibrate 1.03 ± 0.25 POS 1.0 ± 0.6 1.0 ± 0.2 
6 44 297 22 2 Room-I A Wall Wall Intact Drywall Beige 0.01 ± 0.10 NEG -0.3 ± 1!.2 O.O± 0.2 83 
7 44 298 22 2 Room-! B Wall Wall Peeling Drywall Beige o I I ± 0.28 NEG -1.0 ± L2 0.1 ±0.2 84 
8 44 299 22 2 Room-I C Wall Wall Intact Drywall Beige 0.00±0.15 NEG -0.4 ± 11.1 0.0 ± 0.2 85 
9 44 300 22 2 Room-! D Wall Wall Peeling Drywall Beige 001 ±0.\9 NEG 03 ±O.9 0.0 ± 0.2 86 
10 44 301 22 2 Room-! A Wall-Lwr Wall Intact Wood Beige 0.08 ± 0.35 NEG -0.6 ± 11.0 0.1 ± 0.4 87 
11 44 302 22 2 Room-! B Wall-Lwr Wall Intact Wood Beige 0.05 ± 0.10 NEG -1.0±O.7 0.0±0.2 88 
12 44 303 22 2 Room-\ C Wall-Lwr Wall Intact Wood Beige 0.00 ± 0.10 NEG -0.2 ± 11.0 o O± 0.2 89 
\3 44 304 22 2 Room-! D Wall-Lwr Wall Intact Wood Beige 0.02 ± 0.22 NEG 00±O.8 0.0±0.2 90 
14 44 305 22 2 Room-I D Wall Baseboard Intact Wood Beige O.l!±O.l7 NEG 0.2 ± 0.5 0.1 ± 0 2 91 
15 44 306 22 2 Room-! A Window Stool Intact Wood Beige 0.05 ± 0.10 NEG -1.2 ± 11.2 0.1 ± 0.2 92 
16 44 294 22 2 Shutter Cal-I Calibrate Calibrate OOO±O.OO 0.0 ± 0.0 0.0 ± 0.0 
17 44 307 22 2 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O±O.O O.O± 0 0 
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Floor Plan 
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XlF Field Data Sheets 
and Analysis Results 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Singie Surface Sam piing) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters M-7, 775 Commissary Street, Charleston Naval Complex, 

Charleston SC 

Is surface Dimensions Result of Lab 
Sample Surface smooth and of the sample Area Total Lead Analysis .... - --- ____ I~ __ L __ 

Number I"\oom Type cleanable? area \lnCne5 (fe) Found (Ilg'-fe) 
x inches) 

NBC! 1~ Floor, 
atrs M-7 Kitchen Floor Yes 12 x 12 1 -25.00 <Detectable 
001 Entry 
NBC! 1[[ Floor, Window 
atrs M-7 Yes 27 x 2 0.375 19.10 50.93 
002 

Kitchen Sill 

NBC! 2~ Floor, 
atrs M-7 Hall-4 Floor Yes 12 x 12 1 -33.90 <Detectable 
003 Stairwell 
NBC! 2ND Floor, Window atrs M-7 Yes 27 x2 0.375 -21.40 <Detectable 
004 

Room-1 Sill 

NBCI 2ND Floor, Window atrs M-7 Yes 27 x 2 0.375 -20.10 <Detectable 
005 

Room-2 Sill 

NBC! 1~ Floor, 
atrs M-7 Room-2 Floor Yes 12 x 12 1 -25.70 <Detectable 
nna C_j._, 
uuu '-lluy 

NBC! 1[[ Floor, Window 
atrs M-7 Yes 27 x2 0.375 51.40 137.07 
007 Room-2 Sill 

NBCI 
Qtrs M-7 Blank N/A N/A N!A N/A -14.80 <Detectable ---I UUtl 

I Measure to the nearest 1f8 inch. 

HUD standards: 100 Ilgft( (floors), 500 Ilg!tr (interior window sills), 800 Ilg!fe (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 3/2/98 

Table 39-b, Field Sampling Form for Dust 
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Quarters M-7, Dusl: Samples 
Charleston Naval Comp'\ex 

Site 44, Date: 3/2/98 

Thin Page 1 

No Site XLNo Insp FIr Room Side Strc Feat Ph ± Prec 
5 44 144 3 Calibrate-l 3356.80 ± 63.30 
10 44 149 3 1 Kitchen-DO 1 D Floor Floor -25.00 ± 21.80 
15 44 154 3 1 Kitchen-D02 C Window Stool 19.10± 23.70 
20 44 159 3 2 Hall-4-D03 D Floor Floor -33.90 ± 20.30 
25 44 164 3 2 Room-I-D04 A Window Stool -21AO± 21.40 
30 44 169 3 2 Room-2-D05 A Window Stool -20.10± 23.10 
35 44 174 3 1 Room-2-D06 D Floor Floor -25.70 ± 22AO 
40 44 179 3 1 Room-2-D07 C Window Stool 51AO ± 22.50 
45 44 184 3 1 Blank-D08 -14.80 ± 20.80 
50 44 190 3 Calibrate-l 3292.80 ± 63.50 

Table 39-c, XRF Field Data r ·s for Dust Samples 
Q~' 



Bulk Page 1 
Quarters M-7, Soil Samples 
Charleston Naval Complex 

Site: 44 Date: 4123/~)8 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 44 1514 22 Calibrate-l 83.6± 67.9 
2 44 1515 22 Calibrate-2 1125.6 ± 111.0 
3 44 1516 22 Dripline A 350.0 ± 69.3 
4 44 1517 22 Dripline C 790.4 ± 85.9 
5 44 1518 22 Dripline 0 223.0 ± 73.0 
6 44 1519 22 Calibrate-l 12.8 ± 65.4 
7' 44 1520 22 Calibrate-2 1040.0 ± 104.6 

Table 39-d, XRF Field Data Sheets for Soil Samples 



LEAD-BASED PAINT SURVEY 
NA VAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

40.0 Quarters M-8 

Quarters M-8, 801 Commissary Street, is a two-story, wood-framed house. This structure is 

approximately 2,381 square feet in size inciuding the garage and porch areas. The first and second 

floors consist of hardwood strip flooring. The walls and ceilings are wood-framed aLid covered with 

dr'f\ValL Exterior siding is tra..~site (assumed asbestos) arId the roof is asphalt shingle. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 13 March 1998 to 16 March 1998, two certified lead inspectors performed an extensive LBP 

survey of Quarters M-8. Quarters M-8 was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

40.1 Identification of Lead in Ouarters M-8: 

Four hundred one XRF samples and calibrations were taken in Quarters M-8. In general, the paint 

condition was intact, but there were exceptions at the time of survey as annotated in the condition 

colmrm of the XRF Field Data Sheets. Table 40-a contains LBP sampling results for Quarters M-8 

and the quality evaluation retest and results. 

Eight dust samples were taken from various locations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters M-8: 
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Quarters M8 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat Cnd Sub Clr RES Combined 

(mg1cm~) 
1 Bath-1 C Window Sash Intact Wood Beige POS 3.0 ±0.9 
1 Garage-Int A 000r-1 Casing Intact Wood White POS 1.0 ±O 1 
1 Hall-1 A Ceiling Crown-Mold Intact Wood Beige POS 2.2 ±0.5 
1 Hall-1 A Wail-Lwr Wall Intact Wood Beige POS 1.6 ±0.5 
1 Hall-1 A Wall Chair-Rail Intact Wood Beige POS 2.1 ±0.8 
1 Hall-1 A Wall Baseboard Intact Wood Beige POS 2.0 ±0.7 
1 Hall-1 B Door Door Intact Wood Beige POS 2.6 ±1.1 
1 Hall-1 B Door Casing Intact Wood Beige POS 3.5 ±1.3 
1 Hall-1 C Wall-Lwr Wall Intact Wood Beige POS 1.5 ±O.S 
1 Hall-1 C Entrance Casing Intact Wood Beige POS 2.0 ±O 7 
1 Hall-1 C Stairs Baseboard-Ins Intact Wood Beige POS 3.8 ±l.S 
1 Hall-1 0 Stairs Riser Intact Wood Beige POS 3.1 ±2.6 
1 Hall-3 A Ooor-l Door Intact Wood Beige POS 3.0 ±1.1 
1 Hall-3 B 000r-2 Door Intact Wood Beige POS 2.1 ±1.5 
1 Hall-3 D Door-3 Door Intact Wood Beige POS 1.6 ±0.6 
1 Hall-3 0 000r-3 Casing Intact Wood Beige POS 1.1 ±0.7 
1 House-ext 0 Wmdow Sash-Ext Intact Wood White POS 1.7 ±O.l 
1 Kitchen B 000r-1 Door Intact Wood Beige POS 1.0 ±0.6 
1 Kitchen B Door-l Casing Intact Wood Beige POS 34 ±1.3 
1 Kitchen C Wmdow Stool Intact Wood Beige POS 8.3 ±3.3 
1 Kitchen C Window Sash Intact Wood Beige POS 7.2 ±2.6 
1 Porch-1 A Porch Ceiling Intact Wood White POS 11.4 ±2.6 
1 Porch-1 A Door-l Casing Intact Wood White POS 1.5 ±0.6 
1 Porch-1 A Door-3-ext Casing Intact Wood Green POS 2.9 ±3.2 
1 Porch-l D Porch Tnm-Upr Intact Wood White POS 11 6 ±3.3 
1 Porch-l D Wall Wall Intact MasoOlte White POS 5.1 ±1.0 
1 Porch-1 0 Door-2 Door Intact Wood White POS 10.6 ±3.2 
1 Porch-' D Door-3 Door intact il"v'ood White POS 15.7 ±S.8 
1 Porch-1 D Ooor-4 Casmg Intact Wood White POS 81 ±3.3 
1 Porch-2 A Porch Columns Intact Wood White POS 12.5 6.7 
1 Porch-2 A Porch Floor Intact Wood Grey POS 4.7 ±2.0 
1 Porch-2 A Porch Lattice Intact Wood White POS 53 ±2.0 
1 Porch-2 A 000r-1 Casing Intact Wood Beige POS 10.4 ±4.7 
1 Porch-2 B Wall Wall Intact Masonite White POS 4.0 ±2.8 
1 Porch-2 B 000r-2 Door Intact Wood Beige POS 7.3 ±5.S 
1 Porch-2 B 000r-2 Casmg Intact Wood Beige POS 8.8 ±5.3 
1 Porch-2 C Porch Ceiling Intact Wood White POS 13.7 ±2.6 
1 Porch-2 C Closet Ceiling Intact Drywall Beige POS 1.2 ±0.3 
1 Porch-2 D Porch Tnm-Upr intact Wood White POS i 1.0 ±7.4 
1 Porch-2 D Wall Wall Intact Masonite White POS 5.1 ±57 
1 Pcrch .. 2 Ext D \""Jindo'v'''.J Stool Intact \/\,Jocd \An .. : ..... .-."C' 160 ±38 "V'III.t;;' r..,,,, 
1 Porch-Ext A Porch-2 Columns Intact Wood White POS 14.6 ±6.5 
1 Porch-Ext A Porch-2 Floor Intact Wood Grey POS 2.2 ±1 1 
1 Porch-Ext A Porch-2 Tnm-Lwr Intact Wood White POS 12.0 +36 
1 Porch-Ext A Porch-2 Lattice Intact Wood Green POS 7.6 ±2.6 
1 Porch-Ext B Porch-1 Columns Intact Wood White POS 1.6 ±o 6 
1 Porch-Ext B Porch-1 Lattice Intact Wood Green POS 1.2 +0.8 
1 Room-1 A Ceiling Crown-Mold Intact Wood Beige POS 1.8 +0.4 
1 Room-1 A Wall Chair-Rail Intact Wood Beige POS 1.1 +07 
1 Rool II" 1 A 'tvaii Baseboard intact Wood Beige POS 3.2 +1.2 
1 Room-1 A Window-1 Sash Intact Wood Beige POS 2.6 ±o 9 
1 Room-' 8 WaU-Lwr Wall Intact \AJcod C.fti""o. POS 1.0 ~ n "7 

""vl~v .LV. I 

1 Room-1 B 000r-1 Door Intact Wood Beige POS 3.1 ±1.1 
1 Room-1 C Wall-Lwr Wall Intact Wood Beige POS 3.9 ±1.5 
1 Room-1 C 000r-2 Door Intact Wood Beige POS 2.2 +08 
1 Room-1 C 000r·2 Casing Intact Wood Beige POS 1.7 +05 
1 Room-1 C Entrance Casing Intact Wood Beige P~S 1.6 +06 
1 Room-1 0 Wall·Lwr Wall Intact Wood Beige P~S 1.7 +01 
1 Room-2 A Ceiling Crown-Mold Intact Wood Beige POS 2.5 ±0.6 
1 Room-2 A Wall-Lwr Wall Intact Wood Beige P~S 1.7 +1.2 
1 Room-2 A Wall Chair-Rail Intact Wood Beige POS 2.9 +1.0 
1 Room-2 A Wall Baseboard Intact Wood Beige P~S 2.2 ±D. 9 
1 Room-2 A Cl ........ Lr __ .... -. 

C"~ ... I' Intact 'vA~ood Beige PUS 3.7 :ti .5 IJvv"wa~'C ~II'CII 

1 Room-2 A Cabinet Door-Out Intact Wood Beige P~S 3.0 +1.2 
1 Room-2 B W::I!!-Lwr W"!! Int::.rt Wnnrl RAlnt:lo Dn<:: 1 n ... n "7 

'V f I 
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Quarters M8 Positive Results for Lead-Based Paint 
Fir Room Side Strc Feat £.uQ Sub Clr RES Combined 

(mgtcm') 

1 Room-2 B Wall Wall-Rgstr Intact Metal Beige pas 2.0 ±1.0 
1 Room-2 B Ooor-1 Door Intact Wood Beige pas 5.0 ±1.9 
1 Room-2 C Wall-Lwr Wall Intact Wood Beige pas 1.0 ±0.7 
1 Room-2 C Window-1 Sash Intact Wood BeIge pas ±2.7 ±1.0 
1 Room-2 0 Wall-Lwr Wall Intact Wood BeIge pas 1.7 ±0.1 
1 Room-2 0 Ooor-2 Door Intact Wood Beige pas 1.1 ±0.7 
1 Room-3 B Wall Baseboard Intact Wood BeIge pas ±2.1 ±0.8 
1 Room-3 C Window Sash Intact Wood Beige pas 3.0 ±1.1 
1 Room-3 C Closet Casing Intact Metal BeIge pas 3.7 ±1.6 
2 Bath-2 C Wall Wall Paper Intact Drywall Beige pas 1.1 ±0.6 
2 Bath-2 C Window Sash Intact Wood Beige pas 5.4 ±1.9 
2 Bath-3 0 Window Sash Peeling Wood Beige pas ±2.8 ±0.7 
2 Hall-4 B Stairs Newel-Post Intact Wood WhIte pas 1.7 ±0.4 
2 Hall-4 0 Window Sash Intact Wood BeIge pas 3.0 ±1.0 
2 House-ext. B Facia Facia Intact Wood White pas 10.6 ±3.7 
2 House-ext B Soffit Soffit Intact Wood White pas 7.5 ±2.7 
2 Room-1 A Window Sash Intact Wood BeIge pas 3.4 ±0.9 
2 Room-2 A Wmdow Sash Intact Wood BeIge pas 4.2 ±1.1 
2 Room-3 C Window Sash Intact Wood BeIge pas 4.3 ±1.3 
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XRF Field Data Sheets 



Paint Page I 
Quarters M-8, Lead-Based Paint Survey 

Charleston Naval Complex 
Sitc~: 45 D:lte: 3/16198 

Ran:~es (NEG<INC<paS): Device PCS 

No Site XLNo Insp FIr Room Side Stre I'eat Cnd Sub Clr PbL(mg/em') RES PbK Combined DI Date Note 
I 45 I 6 2 Shutter Cal-I Calibrate Caillbrate ooo± 000 oo±oo 0.0 ± 0.0 00 3/13/98 
2 45 2 6 2 Calibrate-I Calibrate Calibrate 1.03 ± 0.11 pas 0.5± 0.5 1.0 ± 0.1 1.0 3/16/98 
3 45 3 6 2 Calibrate-2 Calibrate Calibrate 1.15 ± 0.25 pas 0.8± 0.4 1.2 ± 0.3 2_3 3/16/98 
4 45 4 6 2 Calibrate-3 Calibrate Calibrate 1.I0± 0.23 pas 0_5± 0.5 1.1 ± 0.2 2.2 3/16/98 
5 45 5 6 2 Room-I A Wall-Upr Wall Intact Drywall Beige 011 ± 0 34 NEG -0.7±07 01 ± 0.3 50 3/l6/98 
6 45 6 6 2 Room-I B Wall-Upr Wall Intact Drywall Beige 011 ± 0 36 NEG -02 ± 0.8 o \ ± 0.4 48 3/l6/98 
7 45 7 6 2 Room-I C Wall-Upr Wall Intact Drywall Beige 001 ± 0 23 NEG -0\±07 00±02 \ 0 3/l6/98 
8 45 8 6 2 Room-\ D Wall-Upr Wall Intact Drywall Beige 015±030 NEG -04 ± 0 7 0.2 ± 0.3 65 3/l6/98 
9 45 9 6 2 Room-I D Wall Baseboard Intact Wood Beige 0.04 ± 0 37 NEG -0 I ± 0 8 0.0 ± 0 4 2.3 3/16/98 
10 45 10 6 2 Room-I D Wall Chair-rail Intact Wood Beige 000±012 NEG 0.4 ± 0 4 O.O±O.\ 1.0 3/16/98 
11 45 11 6 2 Room-I D Wall-Lwr Wall Intact Wood Beige o 03± 025 NEG -0.2 ± 0.7 0.0 ± 0.3 2.6 3/16/98 
12 45 12 6 2 Room-I A Wall-l\\T Wall Intact Wood Beige 001±0.23 NEG 0.0 ± 0 7 00 ± 0.2 1.0 3/16/98 
13 45 13 6 2 Room-I B Wail-LIn Wall Intact Wood Beige 0.02 ± 0.31 NEG -0.1 ± 0.6 0.0 ± 0.3 1.3 3/16/98 
14 45 14 6 2 Room-I C Wall-Lwr Wall Intact Wood Beige om ± 0.10 NEG -O.7±07 00 ± 0.1 1.0 3/16/98 
15 45 15 6 2 Room-I C Wall-Lm Wall-Rgstr Intact Metal Beige 009±0.10 NEG -0.2 ± 0.9 -02 ± 0 9 99 3/16/98 
16 45 16 6 2 Room-I C Door-I Door Intact Wood Beige 0.41 ± 0.24 NEG 0.5 ± 04 0.4 ± 0.2 3.4 3/16/98 
17 45 17 6 2 Room-I C Door-I Casing Intact Wood Beige O.l2±031 NEG 0.1 ± 0.7 0.1 ± 0.3 24 3/16/98 
18 45 18 6 2 Room-I C 000r-2 Door Intact Wood Beige 0.22 ± 0 30 NEG 0.3 ± 0.4 02±O3 44 3/16/98 
19 45 19 6 2 Room-I A Window Sash Intact Wood Beige 0.18 ± 0.52 pas J.4± 0.9 3.4±O.9 3.9 3/16/98 
20 45 20 6 2 Room-I A Window Casing Intact Wood Beige 008 ± 0.23 NEG 01 ± 0.7 01±02 1.9 3/16/98 
21 45 21 6 2 Room-I A Closet Door Intact Wood BeIge 0.61 ± 0.49 NEG 0.5 ± 0.4 0.6 ± 0 5 6.3 3/16/98 
22 45 22 6 2 Room-I A Closet Casing Intact Wood Beige 0.07 ± 0.22 NEG -03±0.7 0.1 ± 0.2 1.7 3/16/98 
23 45 23 6 2 Room-I C Closet Shelf Intact Wood Beige 0.05 ± 0.45 NEG -0.1±0.7 01±05 2.0 3/16/98 
24 45 24 6 2 Room-I C Closet Baseboard Intact Wood Beige 0.08 ± 0 47 NEG 03 ± 0.7 01 ± 0.5 2.9 3/16/98 
25 45 25 6 2 Room-I C Closet Wall Intact Drywall Beige 004 ± 0.39 NEG 0.2 ± 0 7 00±O4 2 I 3/16/98 
26 45 26 6 2 Room-I D Closet Wall Intact Drywall Beige 021 ±0.31 NEG -0.1 ±0.4 02 ± 0.3 73 3/16/98 
27 45 27 6 2 Room-I A Closet Wall Intact Drywall Beige o 10±033 NEG -0.2 ± 07 01±03 2.5 3/16/98 
28 45 28 6 2 Room-I B Closet Wall Intact Drywall Beige 0.08 ± 041 NEG 0.3± 07 01±O4 3.3 3/16/98 
29 45 29 6 2 Room-I B Floor Floor Intact Wood Varnish OOO±OIO NEG -0 I ± 0.6 0.0 ± 0.1 1.0 3116/98 
30 45 30 6 2 Room-2 B Floor Floor Intact Wood Varnish 000±010 NEG -0.4 ± 0 8 00±01 10 3/16/98 
31 45 31 6 2 Room-2 A Wall-Upr Wall Intact Drywall Beige 009± 0.10 NEG -03 ± 06 01 ± 01 7 \ 3/16/98 
32 45 32 6 2 Room-2 B Wall-Up, Wall Intact Drywall Beige 014±034 NEG -0 I ± 0 6 01 ± 0.3 53 3/16/98 
33 45 33 6 2 Room-2 C Wall-Up, Wall Intact Drywall Beige 0.12±0.37 NEG 0.3± 07 o I ± 0.4 49 3/16/98 
34 45 34 6 2 Room-2 D Wall-Up, Wall Intact Drywall Beige 0.02 ± 0 23 NEG -0.3± 0 8 0.0 ± 0.2 1.3 3116/98 
35 45 35 6 2 Room-2 D Wall Baseboard Intact Wood Beige 010 ± 0 30 NEG 0.3 ± 0.6 01±03 5.1 3/16/98 
36 45 36 6 2 Room-2 D Wall Chair-rail Intact Wood Beige 0.14±0.10 NEG -06 ± 06 -0.6±06 10.0 3/16/98 
37 45 37 6 2 Room-2 D Wall-Lm Wall Intact Wood Beige 0.09 ± 0 32 NEG -0.3 ± 0.7 0.1 ± 0 3 4.9 3/16/98 
38 45 38 6 2 Room-2 C Wall-Ll~T Wall Intact Wood Beige 0.01 ± 0 10 NEG 0.2 ± 0 5 OO±O.I 1.0 3/16/98 
39 45 39 6 2 Room-2 B Wall-Lwr Wall Intact Wood Beige 000±0.13 NEG 0.0 ± 0 6 O.O±O 1 1.0 3/16/98 
40 45 40 6 2 Room-2 A Wall-Lm Wall Intact Wood Beige 0.20 ± 0 29 NEG -0.4 ± 0.4 0.2 ± 0 3 7.2 3/16/98 
41 45 41 6 2 Room-2 A Window Sash Intact Wood Beige 0.62± 0.69 pas 4.2 ± 1.1 4.2 ± 1.1 5.0 3116198 
42 45 42 6 2 Room-2 A Window Casing Intact Wood BeIge 022 ± 0 44 NEG 0.6 ± 0.4 02 ± 0.4 5.9 3/16/98 
43 45 43 6 2 Room-2 C Door Door Intact Wood Beige 021±0.31 NEG 0.9 ± 0 4 02±03 4.7 3/16198 
44 45 44 6 2 Room-2 C Door C~sing Intact Wood Beige 020 ± 0 31 NEG 0.1 ± 0.4 0.2 ± 0 3 4.7 31\6/98 
45 45 45 6 2 Room-2 C Wall Wall-Rgstr Intact Metal Beige OOO±O 10 NEG 0.1 ± 0 8 00±01 10 3/16/98 
46 45 46 6 2 Room-2 D Door Door Intact Wood Beige 039 i 037 NEG 02±04 04±04 54 3/16/98 
47 45 47 6 2 Room-2 A Closet Door Intact Wood Beige 036 ± 0.31 NEG 0.4 ± 04 0.4 ± 0 3 48 3116/98 
48 45 48 6 2 Room-2 A Closet C:asing Intact Wood Beige 0.04 ± 0 24 NEG -O.H 0 7 0.0 ± 0 2 13 3/16/98 
49 45 49 6 2 Room-2 C Closet Shelf Intact Wood Beige 0.15±0.1O NEG -O.H 0 7 -O.7±0.7 9.1 3/16/98 
50 45 50 6 2 Room-2 C Closet Baseboard Intact Wood Beige 0.06 ± 0.36 NEG 0.2 ± 0.7 OI±04 2.1 3/16/98 
51 45 51 6 2 Room-2 C Closet Wall Intact Drywall Beige 0.13 ± 0.25 NEG 0.5 ± 0.4 0.1 ± 0.3 41 3/16/98 
52 45 52 6 2 Room-2 B Closet Wall Intact Drywall Beige 007 ± 0.43 NEG 0.1 ± 0.7 0.1 ± 0.4 2.8 3/16/98 
53 45 53 6 2 Room-2 D Closet Wall Intact Drywall Beige 004 ± 0.35 NEG 0.2 ± 0.7 0.0 ± 0.4 1.8 3/16/98 
54 45 54 6 2 Room-2 A Closet Wall Intact Drywall Beige 009±01O NEG 02±04 0.1 ± (I I 2.0 3/16/98 
55 45 55 6 2 Room-3 A Closet Wall Intact Drywall Beige 015±031 NEG -0 I ± 0 8 02±(l3 68 3116/98 
56 45 56 6 2 Room-3 B Closet Wall Intact Dr) wall Beige 004 ± 020 NEG 01±06 00±(l2 18 3/1 6/98 
57 45 57 6 Room-3 C Closet Wall Intact Dl)\\all Beige 026 ± 028 NEG -0 I ± 0 4 0.3 ± (I 3 48 3/16/98 
58 45 58 6 2 Room-3 D Closet Wall Intact Drywall Beige 008 ± 0 14 NEG 04 ± 04 01 ± (I I 26 3116/98 
59 45 59 6 2 Room-3 D Closet Shelf Intact Wood Beige 012 ± 0.27 NEG -05 ± 0 5 01 ± (I 3 27 3/16/98 
60 45 60 6 2 Room-3 D Closet Baseboard Intact Wood Beige D17±031 NEG 0.2 ± 0 4 02±(l3 47 3/16198 
61 45 61 6 2 Room-3 C Closet Door Intact Wood Beige 0.48 ± 0 39 NEG 02±04 0.5 ± (I 4 5.6 3/16/98 
62 45 62 6 2 Room-3 C Closet Casing Intact Wood Beige 005 ± 0 25 NEG -06 ± 0 7 01±(l3 15 3/16/98 
63 45 63 6 2 Room-3 A Wall-Upr Wall Intact Drywall Beige o 19±0 10 NEG -0 I ± 0 8 -0 I ± (I 8 10.0 3/16/98 
64 45 64 6 2 Room-3 B Wall-Up, Wall Intact Drywall Beige 007 ± 0 38 NEG 02±08 01±(l4 32 3/16/98 
65 45 65 6 2 Room-3 C Wall-Upr Wall Intact Dry\\all Beige 008 ± 0 26 NEG 06±04 01±O3 44 3116/98 
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--------------------------------------------------,--------------------------------------~ 

:ile: 45 Dale:: 3116/9:~ Paint Page 3 
langes (NEG<INC<IPOS): Uevice PCS 

No Sile XLNo Insp FIr Room Side Strc F'eat Cnd Sub Clr PbL(mg/cm') RES PbK Combined 01 Date Note 
134 2 134 6 2 Hall-4 B Ov':rhead Fan Casmg Inlact Metal Beige 001±0.1O NEG -07 ± 0 II OO±O.I 10 3/16/98 
135 2 135 6 2 Hall-4 B Overhead Door Ovrhd-Door Inlact Wood BeJge o 03± 0 36 NEG -05 ± 0 7 0.0 ± 0.4 16 31\6/98 
136 2 136 6 2 Hall-4 B Overhead Door Casing Intact Wood Beige 001±024 NEG -0.8 ± 0 7 00 ± 0.2 1.0 31\6/98 
137 2 137 6 2 Hall-4 B Ceiling Celiling Inlact Drywall Beige 0.01±021 NEG 0.0 ± 0 7 0.0 ± 0.2 1.0 3/16/98 
138 2 138 6 2 Hall-4 B Closet Celiling Intact Drywall Beige 0.22±021 NEG 0.0 ± 0.6 0.0 ± 0.6 100 3116/98 
139 2 139 6 2 Room-I B Closet Celiling Intact Drywall Beige OOH 0 39 NEG -08 ± 0 8 OI±04 2.2 3/l6/98 
140 2 140 6 2 Room-I B Ceiling Celiling Inlact Drywall Beige 001 ± 0.22 NEG -03 ± 0 7 00 ± 0.2 10 3/16/98 
141 2 141 6 2 Room-I B Ceiling Crown-mold Intact Wood Beige 001±027 NEG 00 ± 0.7 OO±OJ 10 3/16/98 
142 2 142 6 2 Room-2 B Ceiling Crown-mold Intact Wood Beige 032 ± 0.40 NEG 06±OA 0.3 ± 0.4 7.7 3/16/98 
143 2 143 6 2 Room-2 B Ceiling Ceiiling Intact Drywall Beige 017±027 NEG -0.1 ± 0 Ii -0.1 ± 0.6 82 3116/98 
144 2 144 6 2 Room-2 B Closet Celiling Intact Drywall Beige 0.15 ± 0 27 NEG 1J1±04 0.2 ± 0 3 4.3 3/16/98 
145 2 145 6 2 Room-3 B Closet Ceiiling Intact Drywall Beige 019 ± 0 36 NEG 1J.0±04 0.2 ± 0.4 5.4 3/16/98 
146 2 146 6 2 Room-3 A Ceiling Crown-mold Intact Wood Beige 020±0 10 NEG 10.3 ± 0'7 03 ± 0.7 100 3116/98 
147 2 147 6 2 Room-3 A Ceiling Ce:i1ing Inlact Drywall Beige 003 ± 0.26 NEG 02 ± 0.7 00±03 2.4 3116/98 
148 2 148 6 2 Bath-2 A Ceiling Ceiiling Intact Drywall Beige 001 ±0.24 NEG 03 ± 0.7 00±02 II 3116/98 
149 2 149 6 2 Bath-2 A Ceiling Crown-mold Intact Wood Beige OOO±O 10 NEG -0.1 ±06 00 ± 0.1 10 3/16/98 
150 2 150 6 2 Bath-3 A Ceiling Crown-mold Intact Wood Beige 000±010 NEG 01±07 0.0 ± 0.1 10 3/16/98 
151 2 151 6 2 Bath-3 A Ceiling Ceiiling Intact Drywall Beige 008 ± 0.31 NEG 0.0 ± 0 6 0.1 ± 0.3 46 3/16/98 
152 2 152 6 I Room-I A Ceiling Ceii1ing Intact Drywall Beige 001 ± 0 20 NEG -03 ± 0 '7 O.O± 02 1.0 3/16/98 
153 2 153 6 I Room-I A Ceiling Crowln-mold Intact Wood Beige 0.42 ± 0.29 f'OS 1.8 ± 0.4 1.8 ± 0.4 10.0 3/16198 
154 2 154 6 I lIall-l A Ceiling Crowln-mold Inlact Wood Beige 0.48 ± 0.34 f'OS Z.2 ± 0.5 2.2 ± 0.5 10.0 3/16198 
155 2 155 6 I Hall-I A Ceiling Ceiiling Intact Drywall Beige 0.11 ± 0.38 NEG -0.4 ± 0:7 0.1 ±04 46 3/16/98 
156 2 156 6 I Porch-l A Porch Ceiiling Inlact Wood While 1.68 ± 1.50 f'OS 11.4± 2.1\ 11.4 ± 2.6 10.0 3/16198 
157 2 157 6 1 Room-2 A Ceiling Crowln-mold Intacl Wood Beige 0.81 ± 0.55 f'OS :l.5± 0.1\ 2.5 ± 0.6 10.0 3/16198 
158 2 158 6 J Room-2 A Ceiling Ceiling Intact Drywall Beige 002 ± 0 ID NEG 101±04 O.O±O.I 15 3/16/98 
159 2 159 6 I Room-2 C Ceiling Ceiling Intact Drywall Beige 0.00 ± 0.10 NEG -02 ± 0 6 O.O± 0.1 1.0 3/16/98 
160 2 160 6 I Room-2 C Ceiling Crown-mold Inlact Wood Brown 0.02 ± 0.10 NEG 00±06 O.O±O I 2.3 3/16/98 
161 2 161 6 I Hall-3 C Ceilmg Ceiling Intact Drywall Beige 0.01 ± 0.10 NEG 01 ± 0.'1 O.O±O.I 1.0 3/16/98 
162 2 162 6 I Hall-2 C Ceiling Ceiling Intact Drywall Beige 003 ± 0.14 NEG -0.6± 0.11 O.O±O.I 1.1 3/16/98 
163 2 163 6 I Hall-2 C Closet Ceiling Intact Drywall Beige 0.20±0 10 NEG -0 I ± 0.7 -0.1 ±0.7 10.0 3/16/98 
164 2 164 6 I Bath-I C Closet Ceiling Intact Drywall Beige 0.27 ± 0 36 NEG 0.6 ± 04 03 ± 0.4 7.4 3/16/98 
165 2 165 6 I Room-3 C Closet Ceiling Intact Drywall BeJge OOO±O 12 NEG 02±06 OO±O.I 10 3/16/98 
166 2 166 6 I Room-3 C Ceiling Ceiling Inlact Drywall Beige 006±031 NEG 00±07 01 ± 0.3 34 3/16/98 
167 2 167 6 I Room-3 C Ceiling Crown-mold Intact Wood Beige 0.01 ± 0.13 NEG -0 I ± 0 7 00 ± 0.1 1.0 3/16/98 
168 2 168 6 I Porch-2 C Porch Ceiling Intact Wood White »5.0 ± 1.00 f'OS U.7:1:2.ci 13.7:1: 2.6 8.S 3/16198 
169 2 169 6 1 Porch-2 C Closet Ceiling Intact Drywall Beige 0.07 ±0.21 f'OS 1.2 :1:0.;1 1.2 ± 0.3 4.5 3/16198 
170 45 170 6 I Shutter Cal-I Calrbrale Cahbrate OOO±OOO O.O±O.O 0.0 ± 0.0 00 3/16/98 
171 45 171 6 I Calibrate-I Calibrate Calibrate 1.06:1: 0.14 F'OS 0.7 ± 0.4 1.1 ± 0.1 1.1 3/16/98 
172 45 172 6 1 Calibrate-2 Calibrate Calibrate 1.20 ± 0.27 F'OS 0.6 ± 0.4 1.2 ± 0.3 2.5 3/16/98 
173 45 173 6 I Calibrate-3 Calibrate Calibrate 096±021 NEG 0.3 ± 0.4 1.0±0.2 2.0 3116/98 
174 45 I 3 I Shutter Cal-I Calibrate Calibrate 000 ± 0.00 O.O±O.O O.O± 0.0 0.0 3/16/98 
175 45 2 3 1 Calibrale-l Calibrate Calibrate 1.11 ± 0.14 F'OS 0.6 ± 0.11 1.1 ± 0.1 1.1 3116198 
176 45 3 3 I Calibrale-2 Calibrale Calibrate 1.13 ± 0.14 F'OS -0.2 ± 0.11 1.1 ± 0.1 1.1 3116/98 
177 45 4 3 I Calibrate-3 Calibrate Calibrate 0.98 ± 0 ID NEG 03±01! 10±0.1 1.0 3/16/98 
178 45 5 3 I Calibrate-4 Calibrate Calilbrate 1.06 ± 0.25 I"OS 0.2 ± 0.7 1.1 ± 0.3 2.3 3/16198 
179 45 6 3 I Room-I A Wall-Upr Wall Intact Drywall Beige 020 ± 0 10 NEG OO± I II 0.2 i 0 I 10.0 3/16/98 "4 
180 45 7 3 I Room-I B Wall-Upr Wall Intact Drywall Beige 021 ±0.21 NEG 01 ± 1.0 0.2 ± 02 10.0 3/16/98 
181 45 8 3 I Room-I C Wall-Upr Wall Intact Drywall Beige 001 ±0.25 NEG -06± U 0.0 ± 0.3 1.5 3/16/98 
182 45 9 3 I Room-I D Wall-Upr Wall Intact Drywall Beige 0.02 ± 0.10 NEG O.6± 0.7 00±01 1.3 3/16/98 
183 45 10 3 1 Room-I D Wall-Lwr Wall Intacl Wood Beige 1.68 ± 0.10 I"OS 1.8±3.l1 1.7 ± 0.1 10.0 3/16/98 
184 45 It 3 I Room-I C Wall-Lwr Wall Intact Wood Beige 1.33 ± 1.00 I"OS :t9± I.S 3.9 ± 1.5 10.0 3/16/98 
185 45 12 3 I Room-l B Wall-Lwr Wall Inlact Wood Beige 0.99 ± 0.68 I"OS 1.8±0.~> 1.0± 0.7 10.0 3/16/98 
186 45 13 3 I Room-I A Wall-Lwr Wall Inlact Wood Beige 085 ± 0.57 NEG 0.8 ± 0.7 0.9 ± 0.6 100 3/16/98 
187 45 14 3 I Room-I A Wall Chair-rail Intacl Wood Beige 1.05 ± 0.72 I"OS :!.5±0.!> 1.1 ± 0.7 10.0 3/16/98 
188 45 IS 3 I Room-I A Wall Baseboard Inlacl Wood Beige 0.37 ±0.28 I"OS :1.2 ± l.2 3.2 ± 1.2 10.0 3/16/98 
189 45 16 3 I Room-I A Floor Floor Inlact Wood Varnish OOO±O 10 NEG -0.2 ± 1.2 00 ± 0.1 10 3/16/98 
190 45 17 3 I Room-I B I()oor-I Door Intact Wood Beige 1.12 ± 0.82 I"OS :1.1 ± 1.11 3.1 ± 1.1 10.0 3116/98 
191 45 18 3 I Room-I C l()oor-2 Door Intacl Wood Beige 0.92 ±0.63 I"OS 1.2 ± 0.11 2.2 ± 0.8 10.0 3/16198 
192 45 19 3 I Room-I C l()oor-2 Ca"ing Inlact Wood Beige 0.61 ± 0.39 I'OS 1.7 ± O.S 1.7 ± 0.5 10.0 3/16/98 
193 45 20 3 I Room-l C Entrance Ca"ing Inlacl Wood Beige 0.53 ± 0.34 I"OS 1.6 ± O.ci 1.6 ± 0.6 10.0 3/16/98 
194 45 21 3 I Room-I II Wmdow-I Stool Intacl Wood Beige 044 ± 0 34 NEG 08±08 04±03 100 3/16/98 "5 
195 45 22 3 I Room-I II Wmdow-I S.lsh Intacl Wood Beige 0.95 ± 0.65 I'OS :!.6 ± 0.9 2.6 ± 0.9 10.0 3/16/98 
196 45 23 3 I Room-I II Wall Wall.Rgslr Inlacl Metal Beige 023 ± 045 NEG 02 ± I 0 02±05 55 3116/98 
197 45 24 3 I lIall-1 A Wall-Upr Wall Inlact Dry\\all Beige o 07± 0 33 NEG () I ± I (I 01 ± 0.3 3.5 3/l6/98 
198 45 25 3 I Hall-I 13 Wall-Urr Wall Inlacl Drywall Beige o I I ± 010 NEG -() 7 ± 14 01 ± 0.1 63 3/16/98 
199 45 26 3 I Hall-I C ~'all-Upr Wall Intacl Drywall Beige 012,.010 NEG -() 4 ± 12 OI±OI 100 3/16/98 
200 45 27 3 I Hall-I D Wall Wall Intact Drywall Beige 0.01 ±O 10 NEG -() 3 ± I :I 00±01 10 3116/98 
201 45 28 3 I Hall-I C Wall-Lnr Wall Intact Wood Beige 0.51 ± 0.33 POS '1.5 ± 0.5 1.5 ± 0.5 10.0 3/16/98 
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Ranges (NEG<INC<:POS): Jl)evice PCS 

No Site XLNo Insp Fir Room Side Strc F'eat Cnd Sub Clr PbL(mgicm') RES PbK Combined DI Date Note 
270 45 97 3 I Hall-2 D Door-2 Door Intact Wood Beige O.OO±O 10 NEG 0.0 ± I 0 00 ± 0.1 1.0 3/16198 
271 45 98 3 I Hall-2 A Door-3 Door Intact Wood Beige OOO±O.IO NEG 02 ± 0.:8 00±01 10 3/1619:8 
272 45 99 3 I Hall-2 A Door-3 Cusing Intact Metal Beige 0.03 ± 0.10 NEG 10±06 00 ± 0.1 1.4 3/16198 
273 45 100 3 I Hall-2 C Door-I Cusing Intact Wood Beige 009±010 NEG OJ ± 0.9 01 ±O I 10.0 3116198 
274 45 101 3 I Hall-2 C Closet-I Door Intact Wood Beige 001 ±O 10 NEG 0.2 ± 0.& OO±O.I 10 3/16198 
275 45 102 3 I Hall-2 C Closet-I C'lsing Intact Wood Beige 000±01O NEG -04 ± 12 O.O±O I 1.0 3116198 
276 45 103 3 I Hall-2 D Closet-I Basl~board Intacl Wood Beige 000 ± 016 NEG -04±13 00±02 1.0 3116198 
277 45 104 3 1 lIall-2 A Closel Shelf Inlacl Wood Beige 000±01O NEG o IT 1 I 00 ± 0.1 10 3116198 
278 45 105 3 1 lIall-2 A Closet Wall Inlacl Drywall Beige 002 ± 010 NEG -07 ± 1-4 00±01 19 3/16/98 
279 45 106 3 I lIall-2 B Close I Wall Inlacl Drywall Beige 001 ±O.IO NEG -08 ± 13 0.0 ± 0.1 29 3/16/98 
280 45 107 3 I Hall-2 D Close I Wall [nlacl Drywall Beige 000±01O NEG 0.0 ± 1.\ 00 ± 0.1 10 3/16/98 
281 45 108 3 I Balh-I A Wall Wall Intact Wallppr Beige om ±O 10 NEG 04 ± 0.8 O.O±O I 1.0 3/16/98 
282 45 109 3 I Bath-I B Wall Wall [nlact Wallppr Beige 0.01±010 NEG 0.7 ± 07 O.O±O.I 10 3/16/98 
283 45 110 3 I Bath-I C Wall Wall Inlacl Wallppr Beige 0.14±034 NEG 0.9 ± 07 0.1 ±0.3 4.3 3/16/98 
284 45 III 3 I Bath-I D Wall Wall [nlact Wallppr Beige 0.06 ± 0.22 NEG 06±07 01 ± 0.2 44 3/16/98 
285 45 112 3 I Bath-I A Door Door Intact Wood Beige 0.01 ± 0.28 NEG -0.5 ± I 2 00±03 1.0 3/16/98 
286 45 113 3 I Bath-I A Door Casing Intact Wood Beige 0.02 ± 0.28 NEG 0.1 ±09 O.O±OJ 14 3/16/98 
287 45 114 3 I Bath-I C Window Stool Intact Wood Beige 0.00 ± 0.10 NEG 01 ± 1.0 O.O±O.I 1.0 3/16/98 
288 45 115 3 1 Batb-l C Window Sasb Intact Wood Beige 0.88 ± 0.53 POS 3.0± 0.'9 3.0± 0.9 6.1 3/16/98 
289 45 116 3 I Bath-I B Cabinet Door-Out Intact Wood Beige 0.00 ± 0.10 NEG -0.6 ± 1.4 0.0 ± 0.1 1.0 3/16198 
290 45 117 3 I Bath-I B Cabinet Inside Intact Wood Beige 0.00 ± 0.10 NEG 04 ± 0.8 0.0 ± 0.1 1.0 3116198 
29[ 45 118 3 I Room-3 A Wall Wall Intact Drywall Beige OOO±O.IO NEG -06 ± 1.3 O.O±O.I 1.0 3116/98 
292 45 119 3 I Room-3 B Wall-Upr Wall Intact Drywall Beige 0.05 ± 010 NEG -22 ± I 6 01 ±O.I 6.1 3116198 
293 45 120 3 I Room-3 C Wall-Upr Wall Intact Drywall Beige 0.14 ± 0.10 NEG -0.4 ± 1.3 01 ±O.I 10.0 3116/98 
294 45 121 3 I Room-3 D Wall-Upr Wall Intact Drywall Beige o 19±0.1O NEG -06 ± I 4 02 ± 0.1 10.0 3/16/98 
295 45 122 3 I Room-3 D Wall-Lwr Wall Intact Wood Beige 009 ± 043 NEG -0 I ± 0 '9 0.1 ± 0 4 2.9 3/16/98 
296 45 123 3 I Room-3 C Wall-Lwr Wall Intact Wood Beige 0.25 ± 028 NEG -I I ± I 5 03 ± OJ 100 3116/98 
297 45 124 3 I Room-3 B Wall-Lwr Wall Intact Wood Beige 014±0.10 NEG -09± 1.3 01 ±O 1 7.7 3/16198 
298 45 125 3 I Room-3 B Wall Chalir-rail Intact Wood Beige 0.73 ± 0.58 NEG -0.7 ± I 2 0.7 ± 0.6 10.0 3/16/98 
299 45 126 3 1 Room-3 B Wall Basl~board Intact Wood Beige O.lS± 0.16 I~OS 2.1 ± 0.8 2.1:10 0.8 10.0 3116/98 
300 45 127 3 I Room-3 A Door-I Door Intact Wood Beige 0.00 ± 0.10 INCOM -0.9 ± I 8 0.0±0.1 1.0 3/16198 
301 45 128 3 I Room-3 A Door-I Door Intact Wood Beige 000±010 NEG -05 ± 13 O.O±O.I 1.0 3116/98 
302 45 129 3 I Room-3 B Door-2 Door Intact Wood Beige 0.01 ± 0 11 NEG -06± 1.4 00 ± 0.1 10 3116198 
303 45 130 3 I Room-3 B Door-2 Casing Intact Wood Beige 001 ± 0 30 NEG -13 ± 1.4 0.0 ± 0.3 1.0 3116/98 
304 45 131 3 I Room-3 C Window Stool Intact Wood Beige 025 ± 0 32 NEG 05±08 03±OJ 8.0 3/16198 
305 45 132 3 1 Room-3 C Windo" Sash (ntact Wood Beige 0.56 ± 0.67 I'OS 3.0:10 1.1 3.0:10 1.1 7.9 3116/98 
306 45 133 3 I Room-3 D Door Bulkhd-Dr Intact Wood Beige 065 ± 0 46 NEG 0.4 ± 0.& 0.7 ± 0 5 10.0 3/16/98 
307 45 134 3 I Room-3 D CasIng Bulkhd-Dr Intact Wood Beige 0.50 ± 0 81 NEG -03 ± 110 0.5 ± 0.8 65 3/16/98 
308 45 135 3 I Room-3 A Wall Wall-Rgstr Intact Metal Beige 001 ±O 18 NEG OO± I.l 0.0 ± 0.2 10 3/16/98 
309 45 136 3 I Room-3 C Closet Door Intact Metal Beige OOO±O 10 NEG 0.2 ± 1.10 O.O±O.I 1.0 3/16/98 
310 45 137 3 I Room-3 C Closet Clising Intact Metal Beige 0.52± 0.76 I'OS 3.7 ± 1.6 3.7 ± 1.6 4.4 3116/98 
311 45 138 3 I Room-3 D Closet Basl!board Intact Metal Beige 0.00 ± 0.14 NEG -0.4 ± l.2 O.O±O.I 1.0 3/16/98 
312 45 139 3 1 Room-3 A Closet Shelf Intact Melal Beige 0.1O±010 NEG -0.6 ± 14 0.1 ±O.I 10.0 3116/98 
313 45 140 3 I Room-3 A Closet Wall Intact Drywall Beige 0.00 ± 0 10 NEG -08 ± 1.4 00±01 12 3116/98 
314 45 141 3 I Room-3 B Closet Wall Intact Drywall Beige OOO±O 10 NEG -0.3 ± 1.2 OO±O.I 10 3/16/98 
315 45 142 3 I Room-3 C Closet Wall Intact Drywall Beige 000±010 NEG -10 ± 16 O.O± 0.1 10 3116/98 
316 45 143 3 I Room-3 D Closet Wall Intact Drywall Beige 000 ± 0.10 NEG -0.4 ± l..2 O.O± 0.1 10 3/16/98 
317 45 144 3 I Room-3 B Closet AU'-duct Intact Metal Beige 015±0.1O NEG -0 I ± I :2 0.2 ± 0.1 100 3/16/98 
318 45 145 3 I Garage-atic D Door Door Intact Wood Beige o 35± 016 NEG 01 ± O:B 04±02 17 3/16/98 
319 45 146 3 I Garage-atic D Door Jamb Intact Wood Beige 078 ± 044 NEG -0.3 ± 0 9 08±04 38 3/16/98 
320 45 147 3 I Mech-rm D Door Door Intact Wood Beige 0.37 ± 0 30 NEG -0.8 ± I I 04±03 2.8 3116/98 
321 45 148 3 I Mech-rm D Door Jamb Intact Wood Beige 048 ± 0.17 NEG 0.0 ± O:B 0.5 ± 0.2 2.1 3116198 
322 45 149 3 I Hall-3 A Wall WaH Paper Intacl Drywall Beige 004 ± 0 24 NEG -0.1 ± I 0 00±02 32 3/16/98 
323 45 150 3 I Hall-3 B Wall Walll Paper Intact Drywall Beige 0.03 ± 0 25 NEG -0.1 ± I I 00 ± 0.3 23 3/16/98 
324 45 151 3 I Hall-3 D Wall Walll Paper Intact Drywall Beige 001±0 10 NEG 0.1 ± 0 9 0.0 ± 0 I 1.0 3116198 
325 45 152 3 I Hall-3 D Wall Bas.!board Intact Wood Beige 0.00 ± 0 !O NEG 0.1 ± 0 9 00 ± 0.1 1.0 3/16198 
326 45 153 3 I Hall-3 A Door-l Door Intact Wood Beige 0.90±0.90 ('OS 3.0 ± 1.1 3.0 ± 1.1 6.6 3/16198 
327 45 154 3 1 lIall-3 B 000r-2 Door (nlact '''ood Bdge 2.07 ± 1.48 I'OS 2.1 ±O.'~ 2.1 ± 1.5 10.0 3116/98 
328 45 ISS 3 1 lIall-3 I) Door-3 I}oor Inlacl Wood Beige 0.67 ± 0.43 ('OS 1.6 ± O.IS 1.6 ± 0.6 10.0 3/16/98 
329 45 156 3 1 lIall-3 D 1}00r-3 COising Intact Wood Beige 1.05 ± 0.72 I'OS 1.7 ± O.I~ 1.1 ± 0.7 10.0 3116/98 
330 45 157 3 I Porch-2 D Porch Trirn-Upr Intact Wood White »5.0± 1.00 ('OS 17.0±M 17.0:10 7.4 10.0 3/16/98 
331 45 158 3 I Porch-2 A POlch Columns Intart Wood White »5.0:10 1.00 ('OS 12.5 ± 6:1 12.5 ± 6.7 10.0 3116/98 
332 45 159 3 I Porch-2 A Porch FIIoor Inlact Wood Groy 2.76 ± 1.63 ['OS 4.7 ± 2.0 4.7 ± 2.0 5.1 3116/98 
333 45 160 J I l'orch-2 A I'oreh Latlice Intact Wood White 0.93 ± 0.77 ('OS 5.3 ± 2.0 5.3 ± 2.0 10.0 3116/98 
334 45 161 3 I Porch-2 A Wall Wall Intact Wood While 012±01O NEG -10 5 ± I :I 0.1 ±O.I 100 3/16/98 
335 45 162 3 I Porch-2 B Wall Wall Intact Masonite White »5.0 ± 1.00 ('OS 4.0 ± 20ll 4.0 ± 2.8 5.3 3/16/98 
336 45 163 3 I Porch-2 C Wall Wall Intact Masonite White 0.00 ± 0 10 NEG 03±09 OO± 0.1 1.5 3/16/98 
337 45 164 3 1 Porch-2 !) Wall Wall Intact Masonite White »5.0 ± 1.00 POS 5.1 ± 5.7 5.1 ± 5.7 3.7 3/16/98 
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338 45 165 3 I Pon:h-2 A Clos<:t Door Intact Wood White 011 ± 0 38 NEG -04 ± I 2 0.1 ± 0 4 5 I 3/16/98 
339 45 166 3 I Pon:h-2 A Clost:t Casing Intact Wood Beige 002 ± 010 NEG -06 ± 14 00±01 1.0 3/16/98 
340 45 167 3 I Pon:h-2 B Clost:t Baseboard Intact Wood Beige 0.01 ± 0.22 NEG 00 ± 0.9 00±02 1.0 3/16/98 
341 45 168 3 I Pon:h-2 C Clost:t Shelf Intact Wood Beige o 13±0.1O NEG 02±08 01 ±O.I 10.0 3/16/98 
342 45 169 3 I Pon:h-2 A Clos<:t Wall Intact Drywall Beige 000±01O NEG 03±09 00 ± 0,1 10 3/16/98 
343 45 170 3 I Pon:h-2 B Clos<:t Wall Intact Drywall Beige O.OO± 010 NEG 03±09 0.0 ± 0 I 10 3116/98 
344 45 171 3 I Pon:h-2 C Clost:t Wall Intact Drywall Beige 0.00 ± 010 NEG -0.3 ± I 2 0.0 ± 0.1 10 3/16/98 
345 45 172 3 I Porc:h-2 0 Closet Wall Intact Drywall Beige OOO±O.IO NEG -10±1.5 0.0 ± 0.1 1.0 3/16/98 
346 4~; 173 3 1 Porl~h-2 A Door-l Casing Intact Wood Beige »5.0 ± 1.00 POS 10.4 ± 4.7 10.4 ± 4.7 6.1 3/16/98 
347 45; 174 3 I POfl~h-2 B Door·2 Door Intact Wood Beige »5.0± 1.00 POS 7.3 ± 5.5 7.3 ± 5.5 10.0 3/16/98 
3~18 45 175 3 I Porl~h-2 B Door·2 Casing Intact Wood Beige »5.0± 1.00 POS 8.8 ± 5.3 8.8±5.3 3.1 3/16/98 
349 45 176 3 I Pon:h-2 C 000r .. 3 Door Intact Wood White 0.0) ± 0.)0 NEG 03 ± 0.9 00 ± 0.) 1.0 3/16/98 
350 45 177 3 I Pon:h-2 C Door .. 3 Casing Intact Wood White 0.01±0.10 NEG 0.3 ± 0.7 O.O± 0 I 1.0 3/16/98 
3S1 4~; 178 3 I Garal~e-Int A Door-l Casing Intact Wood White 1.04 ± 0_14 POS 0.9 ± 0.8 1.0 ± 0.1 1.1 3/16198 
352 45 179 3 I Garal:e-Int C Door .. 2 Door Intact Wood White O.OO±O.IO NEG -03 ± 1.2 0.0 ± 0.1 1.0 3/16/98 
353 45 180 3 I Garage-In! C Door .. 2 Casing Intact Wood White 005 ± 0.10 NEG 03 ± 0.8 01 ±O.I 100 3/16/98 
354 45 181 3 1 Shuttelf Cal-I Calibrate Calibrate 000 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 00 3116/98 
3~i5 45; 182 3 I Calibrate-I Calibrate Calibrate 1.06±0.14 POS 0.2 ± 0.8 t.t ± 0.1 1.1 3/16198 
3~i6 45; 183 3 I Calibrate-2 Calibrate Calibrate 1.12 ±0.26 POS 0.7 ± 0.8 t.t ± 0.3 2.3 3/16198 
3S7 45: 184 3 ) Calibule-3 Calibrate Calibrate 1.12 ± 0.26 POS 0.3 ± 0.7 t.t ± 0.3 2.4 3/16198 
3S8 45, 185 3 I Calibrate-4 Calibrate Calibrate 1.00 ± 0.24 POS 0.5±0.8 1.0 ± 0.2 2.3 3/16198 
359 45 186 3 I Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.0 ± 0 0 0.0 ± 0 0 00 3/16/98 
3~iO 45 187 3 1 Calibirale- I Calibrale Calibrate 1.08 ± 0.14 POS 0.7 ±0.8 l.l ± 0.1 t.t 3/16198 
361 45, 188 3 I Calibrale-2 Calibrate Calibrate 1.02 ± 0.24 POS 0.1 ±0.8 1.0±0.2 2.2 3/16198 
362 45, 189 3 I Porch-I-Elt B Porch Columns Inlact Wood While 0.41 ± 0.10 POS 1.6 ± 0.6 1.6±0.6 10.0 3/16/98 
363 45 190 3 I Porch .. I-Ext B Porch Floor Intact Concrete Gray 022 ± 0.20 NEG 01 ± 0.9 02±02 3.0 3/16/98 
364 45 191 3 1 Porch-I-Ext B Porch Lattice Inlact Wood Green 1.20 ± 0.82 POS 1.1 ± 0.8 1.2 ± 0.8 10.0 3/16198 
365 45 192 3 I Porch .. I-Ext B Wall Wall Intact Wood White 000 ± 0.10 NEG -05 ± 1.3 OO±O.) 1.0 3/16/98 
366 45 193 3 I Porch .. I-Ext A Porch Awning Intact Metal White 000 ± 0.10 NEG 04 ± 0.7 00 ± 0.1 1.0 3/16/98 
367 45 194 3 I Porch .. I-Ext A Door .. 3 Door Intact Wood Green 022 ± 0.10 NEG 00±08 02 ± 0.1 100 3/)6/98 
368 45 195 3 I Porch-I-Ext A Door-3 Casing Intact Wood Green 2.93 ± 3.17 POS 1.4 ± 0.9 2.9 ± 3.2 10.0 3/16198 
369 45 196 3 I Housle-ext. A Wall Wall Intact Masonite White 0.07 ± 0.10 NEG O.O± I I 0) ± 0 ) 10.0 3/16/98 
370 45 197 3 I Housle-ext. B Wall Wall Intact Masonite White OOO±O 10 NEG -16 ± 1.7 O.O± 0.) 1.0 3/16/98 
37) 45 198 3 I Housle-ext. C Wall Wall Intact Masonite White 0.00 ± 0.10 NEG 07 ± 0.7 o O± 0.) 1.0 3/)6/98 
372 45 199 3 I Housle-ext. 0 Wall Wall Intact Masomte White O.OO±O 10 NEG -10±1.5 00 ± 0.) ) 0 3/16/98 
373 45 200 3 I Housle-exl. A Door .. I Door Intact Fibrlgas White 002 ± 0.10 NEG 0.3 ± 0.9 00±01 23 3116/98 
374 45 201 3 I Housle-ext. A Door .. ) Caslllg Intact Wood White 0.01 ±O 10 NEG -03 ± I 3 O.O± 0 I 1.0 3116/98 
375 45 202 3 I HousI~-ext. A 000r .. 2 Casing Intact Wood Green 0.55 ± 0.12 NEG 0.9 ± 0.7 0.6±0.1 1.4 3116/98 
376 45 203 3 I Porch·-2-Ext A Porch Columns Intact Wood White 0.86 ± 0.10 POS 14.6 ± 6.5 14.6 ± 6.5 10.0 3116198 
377 45 204 3 I Porch·-2-Ext A Porch Floor Intact Wood Gray 2.20 ± 1.14 POS 3.5 ± 1.5 2.2 ± 1.1 6.0 3/16/98 
378 45 205 3 I Porch··2-Ext A Porch Trim-Lwr Intact Wood White 0.52 ±0.50 POS 12.0±3.6 12.0±3.6 10.0 3/16/98 
379 45 206 3 1 Porch .. 2-Ext A Wall Wall Intact Wood White 014±0.10 NEG 0.3 ± 0.8 01 ± 0.1 10.0 3/)6/98 
3~:0 45 207 3 I Porch·-2-Ext A Porch Lattice Intact Wood Green 3.98 ± 2.12 POS 7.6± 2.6 7.6 ± 2.6 4.6 3116198 
3~:1 45 208 3 I Porch·-2-Ext 0 Window Stool Intact Wood White 1.06 ± 0.91 POS 16.0 ± 3.8 J6.0±3.8 10.0 3/16198 
382 45 209 3 1 lIous.e-ext. D Window Sash-Ext Intact Wood White 1.70 ± 0.10 POS 13.3 ± 7.1 1.7±0.1 10.0 3116198 
383 45 2)0 3 I Housl:-ext. C Door Door Intact Wood White 0.00 ± 0.10 NEG -0.1 ±09 0.0 ± 0.1 1.0 3/16/98 
3M 45 211 3 1 Housl:-ext. C Door Casing Intact Wood White 0.07±0 10 INCOM 1.5 ± 2.5 01 ±O.I 2.8 3/)6/98 
3E:5 45 2)2 3 1 Housl:-ext. C Door Casing Intact Wood White O.OO±O 10 NEG -0.1 ± I I O.O± 0.1 1.0 3116/98 
386 45 213 3 I Housl:-ext C Elec-panel Elec Panel Intact Metal White 023 ± 0 20 NEG -0 I ± I) 0.2 ± 0 2 10.0 3/16/98 
387 45 2)4 3 I Housl:-ext C Door Bulkhd-Or Intact Wood White 001 ±O.IO NEG 0.) ± 0 9 O.O± 0 I 26 3/16/98 
388 45 215 3 I Housl:-ext C Casing Bulkhd-Or Intact Wood White OOO±O.)O NEG 0.4 ± 0.7 OO± 0.1 1.0 3116/98 
389 45 2)6 3 2 HousI:-ext B Gutt,:r Gutter Intact Wood White 006 ± 0 28 NEG -1.3±)5 01 ± 0 3 4.3 3/16/98 
39'0 45 2)7 3 2 HousI:-ext B Guttt:r Downspout Intact Metal White 001±0.)5 NEG 06±07 00 ± 0.2 1.0 3/16/98 
39'1 45 218 3 2 lIousie-ext. B Fasda Fascia Intact Wood White 0.65 ± 0.10 POS 10.6 ± 3.7 10.6 ± 3.7 10.0 3/16198 
39'2 45 219 3 2 lIousie-ext. B Somt Soffit Intact Wood White 0.62 ± 0.10 POS 7.5 ± 2.7 7.5 ± 2.7 10.0 3/16198 
39'3 45 220 3 2 Shutter Cal-I Calibrate Calibrate OOO±OOO 0.0 ± 0 0 OO±OO 00 3/16/98 
394 45 221 3 2 Cahbrate-I Calibrate Calibrate 098 ± 0 )2 NEG )0±07 10±01 1.0 3116/98 
395 45 222 3 2 Calibrate-2 Calibrate Calibrate 088±021 NEG 0.8 ± 0 7 0.9 ± 0 2 2.2 3/16/98 
396 45 223 3 2 Cahbrate-3 Calibrate Calibrate 074 ± 0 18 NEG 00±07 07±02 1.9 3116/98 
397 45 224 3 2 Caliblrate-4 Calibrate Calibrate 1.15 ± 0.27 POS 1.1 ± 0.7 1.2 ± 0.3 2.6 3/16198 
398 45 225 3 2 Cahbrate-5 Cahbrate Calibrate ) 78 ± I 52 INCOM -I I ± 2 3 18 ± 15 3.3 3/16/98 
399 45 226 3 2 Calibrate-5 Calibrate Calibrate 107 ± 0 25 INCOM 14±07 I ) ± 0.3 24 3116/98 
400 45 227 3 2 Calibrate-5 Calibrate Calibrate 1.16 ± 0.28 POS 0.6 ± 0.7 1.2 ± 0.3 2.5 3f16198 
401 45 228 3 2 Calibrate-6 Calibrate Calibrate I.OO± 0.20 POS 1.1 ± 0.7 1.0 ± 0.2 2.2 3f16198 
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ouali~ Evaluation 
XRF Field Data Sheets 

and Results 



Original Reading 
0.20 
0.40 
2.60 
3.50 
0.50 
0.60 

10.60 
15.70 

8.10 
0.00 

42.20 

42.20 / 10 = 4.22 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
0.10 0.15 
0.00 0.20 
4.10 3.35 
2.60 3.05 
2.60 1. 55 
1.40 1. 00 
9.10 9.85 

11.90 13.80 
15.70 11.90 

0.00 0.00 
47.50 44.85 

47.50/ 10 = 4.75 

Absolute Difference = 4.75 - 4.22 = 0.53 

C = 453.0625 
D = 3.26205 
E = 3.29405 
F = 1.814952 

453.0625 x 0.0072 = 3.26205 
3.26205 + 0.032 = 3.29405 
Square Root of 3.29405 = 1.814952 
1.814952 x 1.645 = 2.9856 (Retest 
Tolerance Limit) 

Retest Tolerance Limit = 2.9856 

0.53 < 2.9856 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

Squared 
0.0225 
0.0400 

11.2225 
9.3025 
2.4025 
1.0000 

97.0225 
190.4400 
141.6100 

0.0000 
453.0625 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the nu..mber C by 0.0072. This quantity is called D, 
5. Add the number 0.032 to D. This quantity is called E. 
6. Take the square root ofE. Can this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overaii averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient 
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Paint Page I 
Quart€:rs M-~I, Quality Evaluation Retest 

Charll:ston Naval Complex 
Site: 45 Date: 3/16198 

Rangj~s (NEG<INC<POS): Device PCS 

No Sit€: XLNo Insp FIr Room Side Strc Feat Cnd Sub Clr l)bL(ml~/cm2) RES PbK Combined Note 
I 226 Shutter Cal-I 0.00 ± 0.00 0.0 ± 0.0 0.0 ± 0.0 
2 45 227 6 Calibrate-1 1.06 ± 0.13 POS 0.6 ± 0.6 l.l ± 0.1 
3 45 228 6 Calibrate-2 1.10 ± 0.23 POS 0.9 ± 0.6 1.1 ± 0.2 
4 45 229 6 Room-I A Wall-Upr Wall Intact Drywall Beige 005 ± 0.33 NEG -03±07 01±03 179 
5 45 230 I) Room-I A Window-I Stool Intact Wood Beige 0.03 ± 0.10 NEG -0.8 ± 0.7 O.O±O.I 194 
6 45 231 !, Hall-l B Door Door Intact Wood Beige 0.90 ± 0.74 POS 4.1 ± 1.3 4.1 ± 1.3 208 
7 45 232 t) Hall-l B Doolr Casing Intact Wood Beige 0.91 ± 0.76 POS 2.6± 0.8 2.6± 0.8 209 
8 45 233 !, Porch-l B Porch Columns Intact Wood White 0.14 ± 0.28 POS 2.6 ± 0.7 2.6± 0.7 218 
9 45 234 !, Porch-l B Porch Columns Intact Wood White 0.44 ± 0.32 POS 1.4 ± 0.4 1.4 ± 0.4 219 
10 45 235 t) Porch-I D Door .. 2 Door Intact Wood White 1.88 ± 1.69 POS 9.1 ± 2.4 9.1 ± 2.4 225 
11 45 236 4, Porch-l D Door .. 3 Door Intact Wood White 2.85 ± 3.25 POS 11.9 ± 2.5 11.9 ± 2.5 226 
12 45 237 4, Porch-I D Door·4 Casing Intact Wood White 3.39 ± 2.71 POS 15.7 ± 2.7 15.7± 2.7 227 
13 45 238 <5 Porch-I B Porch Lattice Intact Wood White 0.00 ± 0.13 NEG 0.2 ±0.8 0.0 ± 0.1 220 
14 239 Shutter Cal-I O.OO± 0.00 0.0 ± 0.0 0.0 ± 0 0 
IS 45 240 Ii Calibrate-I 1.18 ± 0.15 POS 0.7 ± 0.5 1.2 ± 0.2 
16 45 241 4i Calibrate-2 1.11 ± 0.14 POS 0.1 ± 0.5 1.1 ± 0.1 
17 4S 242 Ii Calibrate-3 1.08 ± 0.14 POS 0.7*0.5 1.1 ± 0.1 
18 45 243 Ii Calibrate-4 1.17:1: 0.25 POS 0.6* 0.4 1.2 '*' 0.3 
19 4S 244 Ii Calibrate-5 1.02 ± 0.22 POS 0.4 * 0.5 1.0 ± 0.2 
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and Analvsls Results 
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Field Sarnpling Forni for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters M-8, 801 Commissary Street, Charleston Naval Complex, 

Charleston SC 

Is surface 
Dimensions 

Sample Surface smooth and 
of the sample 

Area Total Lead 
Number 

Room 
Type cleanable? 

area (inches 
(fe) Found x inches) 

NBC/ 1~ Floor, 
Qtrs M-8 Kitchen Floor Yes 12 x 12 1 -3.90 
001 Entry 
NBC/ 1ST Floor, Window Yes 
atrs M-8 25 x 2 0.347 -9.50 
002 

Kitchen Sill 

NBC/ 2 ~ Floor, 
atrs M-8 Hall Floor Yes 12 x 12 1 -13.BO 
003 Stairwell 
NBC/ 2ND Floor, Window 
atrs M-8 Yes 25 x 2 0.347 3.60 
004 

Room-1 Sill 

NBC! _Nn _. 
Window Qtrs M-B 

"L=- rlOor, 
Yes 25 x 2 0.347 91.00 

005 
Room-2 Sill 

NBC/ 1~ Floor, 
atrs M-8 Room-3 Floor Yes 12 x 12 1 -9.50 
006 Entry 
NBC/ 

1ST Floor, Window 
Qtrs M-8 Yes 25 x 2 0.347 30.30 
1"\"7 Room-3 Sill 
LJV, 

NBC/ 
atrs M-B Blank N/A N/A N/A N/A -21.40 
008 

1 Measure to the nearest 1/8 inch. 

HUD standards: 100 1191ft2 (floors), 500 1191ft2 (interior window sills), 800 1191ft2 (window troughs) 

Total number of samples on this page _B_ 

Page _1_ of _1_ 

Date of sample collection 3/16/98 

Table 40-b, Field Sampling Form for Dust 
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Result of Lab 
Analysis 
(l1g/fe ) 

<Detectable 

<Detectable 

<Detectable 

10.37 

262.25 

<Detectable 

87.32 

<Detectable 



Quarters M-8, Dust Samples 
Charleston Naval Complex 

Site 45, Date: 3/16/98 

Thin Page 1 

No Site XL No Insp Fir Room Side Stre Feat Ph ± Pree 
5 45 179 6 Calibrate-l 3440.00 ± 58.20 
10 45 184 6 1 Kitchen-DO 1 B Floor Floor -3.90 ± 20.10 
15 45 189 6 1 Kitchen-D02 C Window Stool -9.50 ± 60.00 
20 45 194 6 2 Hall-D03 B Floor Floor -13.80 ± 21.80 
25 45 199 6 2 Room-1-D04 A Window Stool 3.60 ± 22.80 
30 45 204 6 2 Room-2-D05 A Window Stool 91.00 ± 24.50 
35 45 209 6 1 Room-3-D06 B Floor Floor -9.50± 21.10 
40 45 214 6 1 Room-3-D07 C Window Stool 30.30 ± 20.80 
45 219 6 Blank-D08 -21.40 ± 23.70 
50 45 225 6 Calibrate-l 3259.20 ± 62.30 

Table 40-c, XRF Field Data Slwets for Dust Samples 
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Bulk Page 1 
Quarters M-8, Soil Samples 
Charleston Naval Complex 

Site: 45 Date: 4/23/~~8 

No Site XLNo Insp Room Side Stre Feat Pb ± Pree 
1 45 1519 22 Calibrate-l 12.8 ± 65.4 
2 45 1520 22 Calibrate-2 1040.0 ± 104.6 
3 45 1521 22 Dripline A Dripline 182.6 ± 64.1 
4 45 1522 22 Dripline B Dripline 370.4 ± 73.6 
5 45 1523 22 Dripline C Dripline 747.6 ± 82.9 
6 45 1524 22 Calibrate-l 35.2 ± 69.0 
7 45 1525 22 Calibrate-2 1060.0 ± 105.2 

Table 40-d, XRF Field Data Sheets for Soil Samples 
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LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NAVAL COMPLEX 
CHARLESTON, SC 

41.0 Quarters M-9 

Quarters M-9, 809 Commissary Street, is a two-story, wood-framed house. This structure is 

approximately 2,381 square feet in size including the garage and porch areas. The first and second 

floors consist of hardwood strip flooring with a wood subfloor. The walls an.d ceilings are wood-

framed and covered with drywall. Exterior siding is transite (assumed asbestos), and the roof is 

asphalt shingle. 

The first floor consists of one garage, two porches, one mechanical room, one kitchen, three rooms, 

one bathroom, and three hallways. One staircase provides access to the second level. The second 

floor consists of three rooms, two bathrooms, and one hallway. 

From 18 March 1998 to 19 March 1998, two certit1ed lead inspectors performed an extensive LBP 

survey of Quarters M-9. Quarters M-9 was surveyed after the HUD Guidelines Chapter 7 revision. 

A retest evaluation was performed to ensure the accuracy of the XRF Analyzer. 

4l.l Identification of Lead in Quarters M -9: 

Three hundred twenty-one XRF samples and calibrations were taken in Quarters M-9. In general, 

the paint condition was intact, but there were exceptions at the time of survey as annotated in the 

condition column of the XRF Field Data Sheets. Table 41-a contains LBP sampling results for 

Quarters M -9 and the quality evaluation retest and results. 

Eight dust sampies were taken from various iocations throughout the building. Three soil samples 

were taken from separate locations outside the building. Dust and soil samples were taken for 

informational purposes only. 

The following pages summarize the location of lead-based paint found in Quarters M-9: 
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Quarters M-9 Positive Results for Lead-Based Paint 
Fir I Room i Side I Strc I Feat i Cnd I Sub I Clr I RES Combined 
-I -- 1--- -- -- -- - - -- ! (';'g/cm~) I 

1 Hall-l A Ooor-l Door Intact Wood Beige POS 1.3 ±0.6 
1 HaU-1 i A DOOf-1 Jacnb Intact 'v'Vood Beige POS 1.0 ±O.S 
1 Hall-3 B Cabinet Door-Ins Intact Wood Beige POS 1.0 ±0.4 
1 Hall-3 C Wall Baseboard Intact Wood Beige POS 1.2 ±0.4 
1 Hall-3 C Stairs Baseboard-Ins Intact Wood Beige POS 1.2 ±1.0 
1 Hall-3 0 Door Door Intact Wood Beige POS 1.4 ±1.0 
1 Hall-3 D Door Jamb Intact Wood Beige POS 11.0 ±1.0 
1 Kitchen C Window Apron Intact Wood Beige POS 1.5 ±O.S 
1 Outside 0 Porch-l Columns Peeling Wood White POS 19.2 ±3.0 
1 Porch-l A Porch Columns Intact Wood Beige POS 14.8 ±3.6 
1 POich-1 A Closet Ceilmg POOi Dry'wall 

M_: __ 
POS ...,.., .. " oClyc ~.( :t:LV 

1 Porch-l A Porch Ceiling Intact Wood Beige POS 14.5 ±2.0 
1 Porch-l B Wall Wall Intact Masonite Beige POS 2.6 ±1.4 
1 Porch-l 0 Wall Wall Intact Masonite Beige POS 2.5 ±2.2 
1 Porch-l 0 Door Door Intact Wood Beige POS 3.7 ±2.4 
1 Porch-l 0 Door Jamb Intact Wood Beige POS 10.4 ±1.6 
1 Porch-2 B Wall Wall Intact Masomte Beige POS 1.9 ±1.0 
1 Porch-2 C Porch Ceiling Intact Wood Beige POS 13.7 6.0 
1 Porch-2 0 Porch Columns Intact Wood Beige POS 14.4 ±2.2 
1 Roolll-1 A V.Jinduw ... 2 Apron Intact V.Jood Beige P~S 1.1 ±O.6 
1 Room-l 0 000r-3 Jamb Intact Wood Beige POS 2.8 ±1.0 
1 Room-2 0 Wall Baseboard Intact Wood Beige POS 1.1 ±O.6 
1 Room-3 C Window Apron Intact Wood Beige POS 1.0 ±0.4 
1 Room-3 0 Wall Baseboard Intact Wood Beige POS 1.1 ±0.4 
1 Room-3 0 Wall Wall-Rgstr Intact Metal Beige POS 1.1 ±0.4 
1 Room-3 0 Door Jamb Intact Wood Beige POS 13.1 ±2.2 
2 Bath-1 A Door Door Intact Wood Beige POS 1.0 ±0.4 
2 Bath-1 B Window Apron Intact Wood Beige POS 3.6 ±1.4 
2 Bath-2 C Window Apron Intact Wood Beige POS 1.1 ±0.4 
2 Hall-4 A Cabinet Door-Out Intact Wood Beige POS 1.2 ±O.S 
2 Ha!!-4 A Cabinet Ooor-!ns Intact Wood Beige POS 1.1 ±OA 
2 Hall-4 C Closet Baseboard Intact Drywall Beige POS 1.2 ±0.4 
2 Outside 0 House Facial Intact Wood White POS 3.7 ±1.4 
2 Outside 0 House Suffix Intact Wood White POS 14.5 ±3.2 
2 Outside 0 Window Apron Peeling Wood White POS 15.8 ±2.6 
2 Outside 0 Window Casing Peeling Wood White POS 13.5 ±2.8 
2 Outside 0 Window Sash-Ext Peeling Wood White POS 94 ±3.2 
2 Room-1 A Wall Wall Intact Drywall Beige POS 1.3 ±0.6 
2 Room-l A Wall-lwr Wall Intact Wood Beige POS 2.4 ±1.2 
2 Room-1 I A Window An,,," Intact Wood RAinA POS 1.5 ±O.6 1,,,,,,_,, 

--.~-

2 Room-1 A Closet-l Door Intact Wood Beige POS 1.0 ±0.6 
2 Room-l A Wall Wall Intact Drywall Beige POS 1.7 ±0.8 
2 Room-l A Wall-lwr Wall Intact Wood Beige POS 1.5 +1.0 
2 Room-l A Window Apron Intact Wood Beige POS 1.1 ±0.4 
2 Room-l B Wall Wall Intact Drywall Beige POS 2.0 ±0.8 
2 Room-l B Wall-lwr Wall Intact Wood Beige POS 1.2 ±0.8 
2 Room-l B Wall Crown-mold Intact Wood Beige POS 1.2 +0.4 
2 Room-l B Closet-l Baseboard Intact Wood Beige POS 1 1 ±0.4 
2 Room-l B Wall Wall Intact Drywall Beige POS 1 3 +0.8 
2 Room-l C Wall Wall Intact Drywall Beige POS 1.7 ±0.8 
2 Room-l C Wall-lwr Wall Intact Wood Beige POS 2.3 +14 
2 Room-l C Wall Wall Intact Drywall Beige POS 1.8 ±0.8 
2 Room-l C Wall-lwr Wall Intact Wood Beige POS 3.7 ±2.4 
2 Room-l 0 Wall Wall Intact Drywall Beige POS 1.6 +1.0 
2 Room-1 0 Wall-lwr Wall Intact Wood Beige POS 2.2 +1.4 
2 Room-1 0 Wall Baseboard Intact Wood Beige POS 1.1 +0.6 
2 Room-l 0 Wall Wall Intact Drywall Beige POS 1.4 +0.8 
2 Room-1 0 Wall-lwr Wall Intact Wood Beige POS 1.1 ±D.S 
2 Room-1 0 Wall Baseboard Intact Wood Beige POS 1.4 +0.8 
2 Room-2 B Window-2 Apron Intact Wood Beige POS 1.2 ±0.4 
2 Room-2 B Closet Baseboard Intact Wood Beige POS 1.2 ±D.2 
2 Room-2 C 000r-2 Door Intact Wood Beige POS 1.0 +0.4 
2 Room-2 0 Wall Baseboard Intact Wood Beige POS 1.2 +0.4 
2 Room-3 C Window Apron Intact Wood Beige POS 1.1 +0.4 
2 Room-3 0 Closet-2 Baseboard Intact Wood Beige POS 1.0 ±0.4 
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Quarters M-9 Positive Results for Lead-Based Paint 
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XRF Field Data Sbeets 



--

QU>lrters M-9, Lead-Based Paint Survey 
PaUll Page I 

Charleston Naval Complex 
Site: 46 Date: 3/18/98 to 3/19/98 

Ranges (NEG<INC<POS): Device PCS 

No Site XLNo Insp FIr Room Side Stre Feat Cnd Sub C1r PbL(mglcm'} RES PbK Combined DI Date Note 
I 1 Shutter Cal-I 000 ± 0.00 OO±OO 0.0 ± 10.0 0.0 3/18/98 
2 46 2 22 Calibrate-I 1.03 ± 0.11 POS 0.5 ± 0.7 1.0± 10.2 1.0 3/18/98 
3 46 3 22 Calibrate-2 1.0S ± 0.24 POS 0.7 ± 0.7 1.1 ± 0.2 2.2 3/18/98 
4 46 4 22 Room-I A Wall Wall Intact Drywall Beige DOl ±O 16 NEG 0.3 ± 0 8 00±102 2.0 3/18/98 
5 46 5 22 Room-I B Wall Wall Intact Drywall Beige 008 ± 0 27 NEG -1.3± 13 0.1 ± 10 2 5.2 3/18/98 
6 46 6 22 Room-I C Wall Wall Intact Drywall Beige 013±O.10 NEG -0.2 ± 0.6 -02 ± 10.6 \0.0 3118/98 
7 46 7 22 Room-I D Wall Wall Intact Drywall Beige 002 ± 0 30 NEG -1.2 ± 14 o O± 10.2 15 3/18198 
8 46 8 22 Room-I A Wall-Lwr Wall Intact Wood Beige 022±019 NEG -0.7 ± 0.6 -0.7±1O.6 100 3/18/98 
9 46 9 22 Room-I B Wall-Lwr Wall Intact Wood Beige 003 ± 0 33 NEG OJ ± 0.8 0.0 ± 0.4 20 3118/98 
10 46 10 22 Room-I C Wall-Lwr Wall Intact Wood Beige 0.13±021 NEG 0.2 ± 0 7 01±102 7.9 3/18/98 
J1 46 11 22 Room-I D Wall-Lwr Wall Intact Wood Beige 012±0.21 NEG -07 ± 0 6 0.1 ± 10 2 72 3/18/98 
12 46 12 22 Roum-l A Window-2 Apron Intact Wood Beige 1.0S ± 0.S7 POS 1.6 ± 0.8 1.1 ± 10.6 6.6 3/18/98 
/3 46 /3 22 RO<lm-1 A Window-2 Stool Intact Wood Beige 0.01 ± 0.19 NEG 0.3 ± 0.8 O.O± a 2 /0 3/18/98 
14 46 14 22 Room-I A Wall Baseboard Intact Wood Beige 087 ± 0 95 n'KOM 0.1 ±0.9 0.9± 1.0 7.1 3/18198 
15 46 15 22 RO<lm-1 A Wall Baseboard Intact Wood Beige 086 ± 0 53 NEG 0.1 ±07 0.9 ± 0.6 63 3118198 
16 46 16 22 Room-I D Cabinet Shelf Intact Wood Beige 0.00 ± 0.10 NEG -0.5 ± 0 6 O.O± 0.2 10 3/18/98 
17 46 17 22 Room-I D Door-3 Door Intact Wood Beige 0.69 ± 0 44 NEG 0.9 ± 0 5 09±1O.4 \0.0 3118198 
18 46 18 22 Room-l 0 Door-3 Jamb Intact Wood Beige 2.82 ± 0.91 POS 14.9 ± 2.3 2.8± 1.0 3.2 3/18/98 
19 46 19 22 Room-I C Wall Wall-Rgstr Intact Metal Beige 0.07 ± 0.25 NEG 0.2 ± 0 9 0.1 ± 0.2 4 I 3118/98 
20 46 20 22 Room-I C Wall Crown-mold Intact Wood Beige 005 ± 0.\0 NEG -0.2 ± 0 8 0.0 ± 10 2 52 3/18/98 
21 46 21 22 Room-I C Ceiling Ceiling Intact Drywall Beige 001±012 NEG 0.2 ± 0 9 00 ± 0.2 10 3/18198 
22 46 22 22 Hall-I A Wall Wall Intact Drywall Beige 005 ± 033 INCOM 05 ± I I 00±0.4 29 3118/98 
23 46 23 22 Hall-I A Wall Wall Intact Drywall Beige 0.00 ± 0 18 NEG -0.4 ± 1.1 00±02 10 3/18198 
24 46 24 22 Halll-I B Wan Wall Intact Drywall Beige 001 ± 010 NEG o I ± \.0 O.O± 0.2 14 3118/98 
25 46 25 22 Hall-I D Wall Wall Intact Drywall Beige 002±0.10 NEG -06±1.2 00 ± 10.2 30 3118/98 
26 46 26 22 Hall-l A Door-I Door Intact Wood Beige 0.96 ± 0.82 POS 1.3 ± 0.7 1.3 ± 10.6 9.1 3/18/98 
27 46 27 22 Hall-l A Door-I Jamb Intact Wood Beige 1.00: 0.68 POS 1.0 ± 0.7 1.0± 0.8 10.0 3/18/98 
28 46 28 22 Han-I A Ceiling Ceiling Intact Drywall Beige 0\0 ± 0 29 NEG -0.5 ± I 2 0.1 ± 10.2 5.8 3118198 
29 46 29 22 Room-2 A Wall Wall Intact Drywall Beige 000±010 NEG -0.5 ± \,1 00±1Q2 10 3/18/98 
30 46 30 22 Room-2 B Wall Wall Intact Drywall Beige OOH 031 NEG 01±09 00±04 2 I 3/1 8198 
31 46 31 22 Room-2 C Wall Wall Intact Drywall Beige 000±010 NEG -1.J±10 O.O± 10.2 \.0 3/18198 
32 46 32 22 Room-2 D Wall Wall Intact Drywall Beige OOO±O 10 NEG -13±1.3 0.0 ± 10 2 10 3/18/98 
33 46 33 22 Room-2 A Wall-Lwr Wall (ntact Wood Beige 0.02 ± 0 \0 NEG -0.5 ± 1.3 00 ± 0.2 30 3/18/98 
34 46 34 22 Room-2 B Wall-Lwr Wall Intact Wood Beige 0.15±0 17 NEG -0.1 ± 0 6 -02 ± 10.6 93 3/18/98 
3S 46 35 22 Room-2 C Wall-Lwr Wall Intact Wood Beige O.OO± 010 NEG -0.6 ± \.0 0.0 ± 0.2 \.0 3/18/98 
36 46 36 22 Room-2 D Wall-Lwr Wall Intact Wood Beige 0.01 ± 013 NEG -\.6 ± 1.2 O.O± 10.2 \.0 3/18/98 
37 46 37 22 Room-2 0 Wall Baseboard Intact Wood Beige 1.06 ± 0.66 POS 2.1 ±0.8 1.1 ± 0.6 7.7 3/18/98 
38 46 38 22 Room-2 D Door-2 Door Intact Wood Beige 001±0.22 NEG 0.0 ± 0.9 O.O± 10 2 10 3/18/98 
39 46 39 22 Room-2 D Door-2 Jamb Intact Wood Beige 0.02 ± 0.10 NEG 0.1 ±09 0.0±1Q.2 35 3/18/98 
40 46 40 22 Room-2 A Wall Wall-Rgstr Intact Metal Beige 0.12±0.10 NEG 05 ± 0.6 05±D6 100 3/18/98 
41 46 41 22 Room-2 A Wall Crown-mold Intact Wood Beige 000±011 NEG -04± I I 0.0 ± 0 2 1.0 3/18/98 
42 46 42 22 Room-2 A Ceiling Ceiling Intact Drywall Beige 0.QJ±010 NEG -0.6 ± 0.7 00 ± 10.2 26 3/18/98 
43 46 43 22 Room-2 C Closet Door Intact Wood Beige O.OO±O 16 NEG -02 ± I I 00 ± 10.2 10 3/18198 
44 46 44 22 Room-2 C Closet Jamb Intact Wood Beige 001 ±0.17 NEG -08±1.J 00±02 \.0 3/18/98 
45 46 45 22 Room-2 B Closet Wall Intact Drywall Beige 000±0.1O NEG 0.0 ± 0.9 OO± 0.2 1.3 3/18/98 
46 46 46 22 Room-2 A Closet Wall Intact Drywall Beige OOO±O.IO NEG -06± I.J 00±02 10 3/18198 
47 46 47 22 Room-2 D Closet Wall Intact Drywall Beige OOO±O 10 NEG -1.J ± 1.2 00 ± 0.2 10 3118/98 
48 46 48 22 Room-2 D Wall Baseboard Intact Wood Beige 0.00 ± 0 10 NEG 0.2 ± 0.7 O.O± 0.2 1.0 3/18/98 
49 46 49 22 Room-2 A Closet Shelf Intact Wood Beige OOO± 0.10 NEG -0.9 ± I 2 O.O± 102 10 3/18/98 
50 46 50 22 Room-2 C Closet Ceilmg Intact Drywall Beige OOO±O.IO NEG -0.7 ± J.3 00±D2 10 3/18198 
51 46 51 22 HaJll-2 A Wall Wall Intact Drywall Beige OOO±O.IO NEG -0.6 ± I 3 0.0 ± 0.2 1.3 3118198 
52 46 52 22 Hall-2 B Wall Wall Intact Drywall Beige 0.00 ± 0 10 NEG -0.4 ± 0.8 00:102 \.0 3/18/98 
53 46 53 22 Hall-2 C Wall Wall Intact Drywall Beige 000±010 NEG -0.2 ± 1.\ 0.0 ± 0.2 12 3/18/98 
54 46 54 22 HaJll-2 D Wall Wall Intact Drywall Beige 001±0.1O NEG -0.1 ± 0 8 00±02 37 3/18/98 
55 46 55 22 Hall-2 C Door-3 Door Intact Wood Beige 007 ± 0 33 NEG -0.7 ± 0 8 0.1 ± 0 4 39 3118/98 
56 46 56 22 Hall-2 C Door-3 Jamb Intact Wood Beige 006 ± 0 29 NEG -0 I ± 0 8 0.1 ± 0 2 36 3118/98 
57 46 57 22 Hall-2 C Wall Baseboard Intact Wood Beige 0.00 ± 0.12 NEG 0.2 ± 0.7 00 ± 0.2 10 3/18198 
58 46 58 22 Hall-2 C Closet Door Intact Wood Beige 000±01O NEG 0.0 ± 0.9 OO±O2 10 3/18198 
59 46 59 22 Hall-2 A Closet Wall (ntact Drywall Beige O.OO±O 10 NEG -04 ± I 0 00±02 10 3/18198 
60 46 60 22 Hall-2 B Closet Wall Intact Drywall Beige 003±0.IO NEG -1.3 ± 1.3 0.0 ± 0 2 48 3/18/98 
61 46 61 22 Hall-2 C Closet Wall Intact Drywall Beige 003 ± 0.21 NEG -03±1.J 00±02 28 3/18198 
62 46 62 22 Hall-2 D Closet Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.5 ± 10 0.0 ± 0.2 10 3/18/98 
63 46 63 22 Hall-2 A Closet Shelf Intact Wood Beige 0.00 ± 0 10 NEG -0.4 ± 1.\ 0.0 ± 0 2 10 3/18198 
64 46 64 22 Hall-2 C Closet Ceiling Intact Drywall Beige OOO±0.13 NEG 00 ± 0.9 00 ± 0.2 10 3118/98 
65 46 65 22 Bat'll-I 'A Wall Wall Intact Drywall Beige 001±0.1O NEG -10 ± 1 2 o O± 0.2 12 3/18/98 
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Ranges (NEG<INC<POS): Device PCS 

No Site XUlo Insp FIr Room Side Stre Feat Cnd Sub Clr PbL(ml~em') RES PbK Combined 01 Date Noh~ 
66 46 66 22 I Bath-I B Wall Wall Intact Drywall BeIge 003 ± 010 NEG 02.t09 00±O2 37 3118198 
67 46 67 22 I Bath-l C Wall Wall Intact Drywall Beige 014 ± 0.33 NEG 00±08 01±04 33 311819:& 
68 46 68 22 I Bath-I D Wall Wall Intact Drywall Beige OOO± 017 NEG -0.3 ± 12 00±02 10 311819:~ 
69 46 69 22 1 Bath-I C WlOdow Apron Intact Wood Beige 091 ± 0.37 NEG 08 ± 0.7 09±O4 42 3118198 
70 46 70 22 I Bath-I C Wmdow Stool Intact Wood Beige OOO± 0.14 NEG 0.3 ± 0 7 00±02 LO 3118198 
71 46 71 22 I Bath-I A Door Door Intact Wood Beige OOO±OIO NEG -02 ± 0 9 OO±O2 10 311 8m 
72 46 72 22 I Bath-I A Door Jamb Intact Wood BeIge 001±012 NEG -0.3 ± 1.1 00.t02 10 3118198 
73 46 73 22 I Bath-I A Wall Wall-Rgstr Peeling Metal Beige 049 ± 0.21 NEG 0.2 ± 0.9 0.5 ± 0.2 32 311819:~ 
74 46 74 22 I Bath-I A CeIling CeIling Peeling Drywall Beige OOO± 0.10 NEG 0.2 ± 0.8 0.0 ± 0.2 1.0 3/18m 
75 75 Shuner Cal- I 000 ± 0.00 O.O± 0.0 0.0 ± 0.0 0.0 3/18/9:8 
76 46 76 22 I Calibrate-l 1.15 * 0.14 POS 0.7 * 0.7 1.1 * 0.2 1.1 3/18/9:S 
77 46 77 22 1 Calibrate-2 1.09* 0.25 POS 1.1 *0.7 1.1 * 0.2 2.3 31l819:S 
78 46 78 22 I Kitchen A Wall Wall Intact Drywall BeIge 011 ± 0 26 NEG -0.9± I 0 0.1 ± 0 2 64 3/18/9:8 
79 46 79 22 I Kitchen B Wall Wall Intact Drywall BeIge 0.00±010 NEG -0.4± 10 00±02 1.0 3/18/9:8 
80 46 80 22 I Kitchen C Wall Wall Intact Drywall Beige 002±0.10 NEG -0.2 ± 10 00±02 44 3/18/9:~ 
81 46 81 22 I Kitchen D Wall Wall Intact Drywall Beige 0.00 ± 0.10 NEG -0.7 ± 1.3 00 ± 0.2 10 3/18/918 
82 46 82 22 I Kitchen B Wall Baseboard Intact Wood Beige 0.03 ± 0.10 NEG 0.5 ± 0 7 0.0 ± 0.2 3.6 3/18/9:8 
83 46 83 22 I Kitchen D Door Door Intact Wood Beige 0.63 ± 0 39 NEG ·0.1 ± 0.7 06±O4 52 3/18/9:8 
84 46 84 22 I Kitchen A Wall Wall-Rgstr Intact Metal Beige 0.00 ± 0.10 NEG 0.0 ± 1.0 0.0 ± 0.2 10 3/18/9:8 
85 46 85 22 I Kitchen C Cabinet Door-Out Intact Wood Varnish 0.00 ± 0.10 NEG -0.7 ± 1.0 00 ± 0.2 10 3/18/98 
86 46 86 22 I Kitchen C Cabinet Door-Ins Intact Wood Varnish OOO±O.IO NEG -0.5 ± 1.1 00 ± 0.2 1.0 3/18/98 
87 46 87 22 I Kitchen C Cabinet Shelf Intact Wood Varnish 0.00 ± 0.10 NEG -0.8 ± 1.0 0.0 ± 0.2 1.0 3/18/98 
88 46 88 22 I Kitchen A Cabinet Door-Out Intact Wood Beige 000±018 NEG -0.5 ± 1.2 0.0 ± 0 2 1.0 3/18/98 
89 46 89 22 I Kitchen A Cabinet Door-Ins Intact Wood Beige 0.01 ± 0.20 NEG 0.1 ±0.8 0.0 ± 0.2 1.0 3/18/9:8 
90 46 90 22 I Kitchen A Cabmet Shelf Intact Wood Beige 000 ± 010 NEG -0.5 ± I 2 00 ± 0.2 1.0 3/18/9:8 
91 46 91 22 I Kitchen A Floor Floor Intact Drywall Beige 0.06 ± 0 28 NEG 05±08 01±02 35 3/18/9:8 
92 46 92 22 I Room-3 A Wall Wall Intact Drywall Beige 007 ± 0 21 NEG 0.2 ± 0 6 01±02 4.9 3/18/9:8 
93 46 93 22 I Room-3 B Wall Wall Intact Drywall Beige O.OO±O 10 NEG -0 7± 1.2 00±02 1.0 3/18/98 
94 46 94 22 t Kitchen C Window Apron Intact Wood Beige 1.15: 0.S5 POS 1.5: 0.7 1.5: O.S 9.3 3/tSI9:S 
95 46 95 22 I Kitchen C Window Stool Intact Wood Beige OOO±O.IO NEG -J.J±12 0_0 ± 02 10 3/18/9S 
96 46 96 22 I Room-3 C Wall Wall Intact Drywall Beige 0.12 ± 0.39 NEG 0.3 ± 0.8 0.1 ± 04 4_3 3118/98 
97 46 97 22 I Room-3 D Wall Wall Intact Drywall Beige 0.06 ± 0.27 NEG 0.5 ± 0.7 0.1 ± 0.2 3.8 3/18/9,8 
98 46 98 22 I Room-3 A Wall-Lwr Wall Intact Wood Beige 0.04 ± 0.27 NEG -0.1 ± 0.9 0.0 ± 0.2 3 I 3/18/98 
99 46 99 22 I Room-3 B Wall-Lwr Wall Intact Wood Beige OOO±O.IO NEG -0.8 ± 1.0 00±02 1.0 3/18/98 
100 46 100 22 I Room-3 C Wall-Lwr Wall Intact Wood BeIge 0.16±0.28 NEG -0.3 ± 0.7 0.2 ± 0 2 6.9 3/18/98 
101 46 101 22 I Room-3 0 Wall-Lwr Wall Intact Wood Beige o 19 ± 0.29 NEG -0.8± 0.7 0.2 ± 0.2 75 3/18/98 
102 46 102 22 I Room-3 0 Wall Baseboard Intact Wood Beige 1.33 ± 0.51 INCOM 0.6 ± 0.8 J.3 ± 0.6 4.8 3118/98 
103 46 1031 22 I Room-3 0 Wall Baseboard Intact Wood Beige 1.06: 0.39 POS O.S * 0.7 1.1 * 0.4 4.3 3/18/9:8 
104 46 I~I 22 1 Room-3 0 Wall Wall-Rgstr Intact Meta[ Beige 1.07 * 0.34 POS I.S * 0.9 l.J * 0.4 3.S 311SI9:8 
105 46 105 22 I Room-3 A Cabinet-Lwr Door-Out Intact Wood Beige 0.65 ± 0.44 NEG 0.4 ± 0.7 0.6 ± 0 4 5.9 3/18/98 
106 46 106 22 I Room-3 A Cabinet-Lwr Door-[ns Intact Wood Beige 071±027 NEG 0.2 ± 0 7 07 ± 0.2 3.5 3/18/98 
107 46 107 22 I Room-3 A Cabinet-Lwr Shelf Intact Wood Beige 0.74±031 NEG 04±07 0.7 ± 0.4 3.8 3/18/98 
108 46 IO~: 22 I Room-3 A Cabinet-Upr Shelf Intact Wood Beige 0.86 ± 0.40 NEG 0.2 ± 0 7 0.9 ± 0.4 48 3/18/98 
109 46 109 22 I Room-3 A Wall Crown-mold Intact Wood Beige 0.00±0.12 NEG 0.3 ± 0.9 O.O± 0 2 1.0 3/18/98 
110 46 110 22 I Room-3 A Cell ing-Upr Ceiling Intact Drywall Beige O.OO± 0.1 I NEG -01±1.J O.O± 0.2 10 3/18/98 
111 46 111 22 I Room-3 C Window Apron Intact Wood Beige 0.95±0.42 POS 1.4* 0.7 1.0 * 0.4 5.0 311S/98 
112 46 112 22 I Room-3 C Window Stool Intact Wood Beige 0.00 ± 0.10 NEG 0.1 ± 1.0 00±02 1.0 3/18/9:8 
1\3 46 In 22 I Room-3 0 Door Door Intact Wood Beige 042 ± 0.43 NEG 0.5: 0 7 0.4 ± 0.4 5_9 3/18/9:8 
114 46 1141 22 1 Room-3 D Door Jamb Intact Wood Beige 3.54*2.56 POS 13.1: 2.2 13.1 * 2.2 3.5 3/1SI9I~ 
115 46 115 22 I Hall-3 A Wall Wall Intact Drywall Beige 009 ± 0.34 NEG -0.5 ± 0.9 0.1 ± 0.4 32 3/18191! 
116 46 116 22 I Hall-3 B Wall Wall Intact Drywall Beige 0.03 ± 0.16 NEG 0.2 ± 0 8 0.0 ± 0.2 1.7 3/18/9:8 
117 46 117 22 I Hall-3 C Wall Wall Intact Drywall Beige 0.11 ± 0.36 NEG -0.6± I I 0.1 ± 0.4 4.8 3/18/98 
118 46 IU 22 I Hall-3 0 Wall Wall Intact Drywall Beige 009 ± 0.34 NEG 0.1 ± 0.8 01 ±0.4 4.1 3118/98 
119 46 119' 22 I Hall-3 A Wall-Lwr Wall Intact Wood Beige 014 ± 0 25 NEG ·06±0.7 01±02 72 3/18/98 
120 46 1201 22 I lIall-3 C Wall-Lwr Wall Intact Wood Beige 0.06± 010 NEG -04 ± 1.2 01±02 5 I 3/18/98 
121 46 121 22 I lIall-3 0 Wall-Lwr Wall Intact Wood BeIge 0.04.t 044 NEG -1.0 ± L3 00±04 18 3/18/98 
122 46 122: 22 1 Hall-3 0 Door Door Intact Wood Beige 1.3S: 0.95 POS 0.9 * 0.7 1.4± 1.0 10.0 311819:! 
123 46 123i 22 1 Hall-3 0 Door Jamb Intact Wood Beige 4.20* 1.90 POS 11.0*0.9 11.0* 1.0 2.6 3/1S/91! 
124 46 1241 22 1 Hall-3 C Wall Baseboard Intact Wood Beige 1.16* 0.50 POS -O.H 0.7 1.2 * 0.4 5.2 3/1S/911 
125 46 125 22 I Hall-3 0 Wall Wall-Rgstr Intact Metal Beige 0.73 ± 0.40 NEG 0.5 ± 0 9 0.7 ± 0.4 5_6 3/18/911 
126 46 126 22 I Hall-3 B Cabinet Door-Out Intact Wood Beige 0.47 ± 0.50 NEG 06 ± 0.7 0.5 ± 0 4 67 3/18/911 
127 46 121' 22 I Hall-3 B Cabinet Door-Ins Intact Wood Beige 0.97 * 0.31 POS 0.4*0.7 1.0 * 0.4 3.4 31181911 
128 46 128 22 I Hall-3 B Cabinet Inside Intact Drywall Beige 005 ± 0.32 NEG -06±1.I 0.1 ±0.4 1.8 3/18/9:8 
129 46 129> 22 I Hall-3 B Cabinet Shelf Intact Wood Beige 0.14 ± 0.49 NEG -0.2 ± 0.9 0.1 ±04 4.3 3/18/9:8 
\30 46 130 22 I Hall-3 A Stairs WallCasing Intact Drywall Beige 013 ± 024 NEG 0.2 ± 0.7 01 ±0.2 66 3/18/98 
131 46 131 22 I Hall-3 C Stairs WallCasing Intact Drywall BeIge 014 ± 0.35 NEG O. I ± 1.0 0.1 ± 0 4 5.6 3/18/9:8 
\32 46 132 22 I Hall-3 A Stairs-Lwr WaliCasing Intact Wood Beige 0.22 ± 0 19 NEG -0.8± 0.6 -0.8 ± 0 6 100 3/18/9:8 
133 46 133 22 I Hall-3 C Stairs-Lwr WallCasing Intact Wood BeIge 0.04 ± 0.34 NEG O.O± I 0 00" 0.4 2.5 3/18/9:8 
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No Sit~· XLNo Insl~ FIr Room Side Stre Feat Cnd Sub Clr PbL(mg/em') RES PbK Combined 1>1 Date Note 
134 46 134 22 1 Hall-3 C StaiT!i Baseboard-Ins Intact Wood Beige 1.18 * 0.92 POS 0.5 * 0.7 1.2 * 1.0 9.5 3118/98 
13:5 46 135 22 I Halll-3 A Wall .crown-mold Intact Wood Beige 013 ± 0 24 NEG 0.4 ± 0.7 0.1 ± 0 2 6.8 3118/98 
136 46 136 22 I Halll-3 A Ceiling Ceiling Intact Drywall Beige 002 ± 010 NEG -19±1.2 00±02 25 3/18/98 
137 46 137 22 I Porch-2 A Porch Columns Intact Wood Beige 000±016 NEG -I I ± 1.1 00 ± 0.2 1.0 3/18/98 
l3:g 46 138 22 I Porch-2 B Wall Wall Intact Masonite Beige 1.91 * 0.95 POS 2.4 * 1.2 1.9 * 1.0 6.3 3/18198 
139 46 139 22 I Porch-2 C Wall Wall Intact Wood Beige 001±0.10 NEG 0.2 ± 0.8 00 ± 0.2 2.8 3/18/98 
140 46 140 22 I Porch-2 D Porch Columns Intact Wood Beige 2.25 * 1.37 POS 14.4 * 2.3 14.4 * 2.2 6.4 3118/98 
141 46 141 22 1 Porch-2 D Porch Tnm-Lwr Intact Wood Beige 000±0.10 NEG -0.2 ± 1.1 0.0 ± a 2 1.0 3/18/98 
142 46 142 22 1 Porch-2 A Door Screen Intact Wood Beige 000±0.10 NEG 0.1 ± 1.0 00±02 10 3118/98 
143 46 143 22 1 Porch-2 A Door Jamb Intact Wood Beige 0.02 ± 0.10 NEG -06± 1 I 00±02 10 3/18/98 
144 46 144 22 I Porch-2 C Porch Ceiling Intact Wood Beige 3.34 * 2.75 POS 13.7 * 6.0 13.7 * 6.0 3.6 3/18/98 
14:5 46 145 22 1 Porch-I A Porch Column. Intact Wood Beige 3.52 * 2.58 POS 14.8 ±3.5 14.8 * 3.6 4.9 3/18/98 
141~ 46 146 22 I Porch-l B Wall Wall Intact Masonite Beige 2.64 * 1.42 POS 1.6 * 1.7 2.6 * 1.4 4.5 3/18/98 
147 46 147 22 1 Porch-I C Wall Wall Intact Masonite Beige O.OO±O.IO NEG 0.3 ± 0.9 0.0 ± 0.2 10 3/18198 
14:g 46 148 22 1 Porch-l D Wall Wall Intact Masonite Beige »5.0* 1.00 POS 2.5 * 2.3 2.5*2.2 7.6 3/18198 
149 46 149 22 I Porch-I A Porch Trim-Lwr Intact Wood Beige 0.00 ± 0.10 NEG 0.2 * 0.9 0.0 ± 0.2 1.0 3/18/98 
150 46 150 22 I Porch-I D Door Door Intact Wood Beige 3.73 * 2.36 POS 3.4 * 1.7 3.7 * 2.4 2.6 3/18198 
151 46 151 22 1 Porch-l D Door Jamb Intact Wood Beige »5.0* 1.00 POS 10.4 ± 1.5 10.4 ± 1.6 9.5 3/18198 
152 46 152 22 I Porch-I A Closet Door Poor Wood Beige 001±0.31 NEG 0.1 ±0.9 0.0 ± 0.4 10 3/18198 
153 46 153 22 I Porch-I A Door Jamb Poor Wood Beige 003 ± 0.38 NEG 00 ± 0.9 0.0 ± 04 1.6 3/18198 
154 46 154 22 I Porch-I B Closet Wall Poor Wood Beige O.OO±O 16 NEG -0.7 ± 1.2 0.0 ± 0.2 1.0 3/18198 
15:5 46 ISS 22 I Porch-I C Closet Wall Poor Wood Beige 001 ±O.lO NEG -06 ± 1.2 O.O± 0.2 2.5 3/18198 
156 46 156 22 I Porch-I D Closet Wall Poor Wood Beige O.OO±O.IO NEG 0.5 ± 0.7 0.0 ± 0.2 1.0 3/18/98 
157 46 157 22 I Porch-I B Closet Baseboard Poor Wood Beige 0.00 ± 0.12 NEG 0.1 ±0.9 0.0 ± 0.2 10 3118/98 
15:~ 46 158 22 I Porch-I D Closet Shelf Poor Wood Beige O.OO±O.IO NEG -0.4 ± 0.9 0.0 ± 0 2 1.0 3/18/98 
15') 46 159 22 I Porch-l A Closet Ceiling Poor Drywall Beige O.OO± 0.10 POS 2.7 ± 0.9 2.7 ± 1.0 1.0 3/18/98 
160 46 160 22 1 Porch-I A Porch Ceiling Intact Wood Beige »5.0± 1.00 POS 14.5 ± 2.0 14.5 ± 2.0 6.6 3/18198 
161 161 Shutter Cal-I O.OO± 0.00 0.0 ± 0.0 0.0 ± 0.0 0.0 3/18/98 
16:2 46 162 22 1 Calibrate-I 1.01 ± 0.11 POS 0.8±0.7 1.0 ± 0.2 1.0 3/18198 
16:1 46 163 22 I Calibr:~te-2 0.88 ± 0.20 NEG 0.3 ± 0 7 09 ±0.2 19 3/18/98 
164 46 164 22 2 Hall-4 A Wall Wall Intact Drywall Beige 0.14 ± 0.18 NEG -0.1 ±06 -01 ± 06 8.0 3/18/98 
165 46 165 22 2 Hall-4 B Wall Wall Intact Drywall Beige o 19± 0.16 NEG -0.1 ±0.6 -0.1 ± 0.6 10.0 3/18/98 
166 46 166 22 2 Hall-4 C Wall Wall Intact Drywall Beige 0.15 ± 0.19 NEG 03±05 01 ± 0.2 79 3/18/98 
167 46 167 22 2 Hall-4 D Wall Wall Intact Drywall Beige 000 ± 0.10 NEG -0.5 ± 1 0 0.0 ± 0.2 10 31\8/98 
168 46 168 22 2 Hall-4 A Wall-Lwr Wall Intact Wood Beige 0.17± 020 NEG 0.2 ± 0 4 02 ± 0.4 81 3/18/98 
169 46 169 22 2 Hall-4 B Wall-Lwr Wall Intact Wood Beige 015 ± 0.32 NEG ·0.5 ± 0 9 0.1 ± 0 4 65 3/18/98 
170 46 170 22 2 Hall-4 C Wall-Lwr Wall Intact Wood Beige 0.26 ± 0.22 NEG -0.2 ± 0 6 ·02 ± 0.6 10.0 3/18/98 
171 46 171 22 2 Ball-4 D Wall-Lwr Wall Intact Wood Beige 0.19±0.18 NEG -02 ± 0 6 -02 ± 0.6 10.0 3/18/98 
172 46 172 22 2 Hall-4 D Wall Baseboard Intact Wood Beige 0.09 ± 0.26 NEG 03±08 01 ± 0.2 5.7 3/18/98 
173 46 173 22 2 Hall-4 B Window Apron Intact Wood Beige 0.59± 034 NEG 0.7 *0 7 06±0.4 4.7 3/18/98 
174 46 174 22 2 Hall-4 B Window Stool Intact Wood Beige 0.04±0.10 NEG -1.1 ± 1 1 0.0 ± 0.2 5.2 3/18/98 
175 46 175 22 2 Hall-4 D Closet Door Intact Wood Beige 0.89 ± 0.42 NEG 0.6 ± 0 6 0.9 ± 0.4 5.0 3/18/98 
176 46 176 22 2 Hall-4 D Closet Jamb Intact Wood Beige 076 * 0.38 NEG 08 ± 0.8 08 ± 0.4 47 3/18/98 
177 46 177 22 2 Hall-4 A Closet Wall Intact Drywall Beige 0\0 ± 0.26 NEG 03 ± 0.8 01 ±0.2 2.7 3/18/98 
178 46 178 22 2 Hall-4 B Closet Wall Intact Drywall Beige 0.14 ± 0.59 NEG -06± 1.3 0.1 ± 0.6 3.3 3/18/98 
17'1 46 179 22 2 Hall-4 C Closet Wall Intact Drywall Beige 022 ± 0.51 NEG -0.2 ± 0.8 0.2 ± 0 6 54 3/18/98 
180 46 180 22 2 "a 111-4 C Closet Baseboard Intact Drywall Beige 1.16 ± 0.37 POS 0.7 * 0.6 1.2 * 0.4 3.8 3/18/98 
181 46 181 22 2 Hall-4 B Closet Shelf Intact Drywall Beige 0.45 ± 0.52 NEG ·0.1 *0.6 -0.1 ± 0.6 5.5 3/18/98 
182 46 182 22 2 Hall-4 D Closet Ceiling Intact Drywall Beige O.IH 0.32 NEG 0.2 ± \.0 0.2 ± 0 4 3.0 3/18/98 
18:1 46 183 22 2 "alll-4 A Cabind Door-Out Intact Wood Beige 1.14 * 0.74 POS 1.2 * 0.7 1.2 ± 0.6 8.4 3/18198 
184 46 184 22 2 Hall~ A Cabind Door-Ins Intact Wood Beige 1.14 * 0.39 POS 0.1 ± 0.7 1.1 ± 0.4 4.2 3/18198 
185 46 185 22 2 Hall-4 A Cabin'~t Shelf Intact Wood Beige 0.12 ± 0.26 NEG 0.0* 0.9 0.1 ± 0.2 6.7 3/18/98 
186 46 186 22 2 Hall-4 A Boxing Attic Intact Wood Beige 0.01±0.12 NEG -0.1 ± 1 I 00 ± 0.2 10 3/18/98 
187 46 187 22 2 Hall-4 A Cellmg Ceilmg Intact Drywall Beige 0.05 ± 0.26 NEG 02±09 O.O± 02 3.5 3/18/98 
1811 46 188 22 2 Room-l A Wall Wall Intact Drywall Beige 1.30± 0.65 POS 1.1 * 0.8 1.3 * 0.6 7.1 3/18/98 "4 
18~1 46 189 22 2 Room-l B Wall Wall Intact Drywall Beige 1.40 * 0.95 POS 2.0 ± 0.7 2.0* 0.8 10.0 3/18/98 "5 
190 46 190 22 2 Room-l C Wall Wall Intact Drywall Beige 1.55* 1.07 POS 1.7 ± 0.8 1.7 ± 0.8 10.0 3/18198 "6 
1911 46 191 22 2 Room-I D Wall Wall Intact Drywall Beige 1.61 * 1.01 POS 0.7 * 0.8 1.6 * 1.0 10.0 3/18/98 "7 
In 46 192 22 2 Room-I A Wall-Lwr Wall Intact Wood Beige 2.39 * 1.20 POS 1.3 ± 1.0 2.4 * 1.2 7.3 3/18/98 "8 
19:1 46 193 22 2 Room-l B Wall-Lwr Wall Intact Wood Beige 1.19 ± 0.75 POS 0.3 ± 0.6 1.2 * 0.8 8.2 3/18/98 "9 
194 46 194 22 2 Room-l C Wall-Lwr Wall Intact Wood Beige 2.28 ± 1.32 POS 1.9 * 1.2 2.3 ± 1.4 6.1 3/18/98 "10 
19!5 46 195 22 2 Room-l D Wall-Lwr Wall Intact Wood Beige 2.18 * 1.31 POS 0.2 * 0.7 2.2 * 1.4 10.0 3/18198 "11 
194> 46 196 22 2 Room-I D Wall Baseboard Intact Wood Beige 1.l3 * 0.69 POS 1.3 * 0.7 1.1 * 0.6 7.6 3/18198 "12 
19'7 46 197 22 2 Room-I A Window Apron Intact Wood Beige 1.46 * 0.53 POS 2.l±0.7 1.5 * 0.6 5.2 3/18/98 "13 
1911 46 198 22 2 Room-I A Window Stool Intact Wood Beige 021 ± 0.43 NEG 0.3 ± 0.8 02 ± 0.4 62 3/18/98 
19'1 46 199 22 2 Room-I B Door Door Intact Wood Beige OOO±O.IO NEG -0.4 ± 0.9 00±02 \.0 3118198 
200 46 200 22 2 Room-I B Door Jamb Intact Wood Beige 0.61 ± 0.54 NEG 01 ±0.6 0.6 ± 06 6.8 3/18/98 
2011 46 201 22 2 Room-I C Wall Wall-Rgstr Intact Metal Beige 001±010 NEG -1.2 ± 1.6 OO± 02 1.5 3/1 8/98 

889 



ite: 46 Date: 3/18/911 to 3/19/98 Pain! Page 4 
lange! (NEG,cINC<I'OS): Device PCS 

No Site XLNo Insp Fir Room Side Strc Feat Cnd Sub Clr I'bL(mg/cm') RES I'bK Combined DI Date Note 
202 46 202 22 2 Room-I B Wall Crown-mold Intact Wood Beige 0.44± 0.28 POS 1.2 ± 0.5 1.2 ± 0.4 110.0 3/18/98 
203 46 203 22 2 Room-I B Ceiling Ceiling Intact Drpvall Beige 001 ± 0 20 NEG 01 ± I 0 0.0 ± 0 2 \.0 3118/98 
204 46 204 22 2 Room-I A Clo,et-! Door Intact Wood Beige 0.99 ± 0.54 POS 1.4±0.7 1.0 ± 0.6 6.4 3/18/98 
205 46 205 22 2 Room-I A Close!-I Jamb Inlacl Wood BeIge 062 ± 0 31 NEG -03 ± 07 06 ± 0.4 40 3118/98 
206 46 206 22 2 Room-I B Closet-I Wall Inlact Wood Beige 025 ± 0.44 NEG -0.1 ± 09 03 ± 0.4 50 3/18/98 
207 46 207 22 2 Room-I C Closet-I Wall Inlacl Wood Be!ge 013±018 NEG 0.2 ± 0 8 01 ± 0 2 2.5 3/18/98 
208 46 208 22 2 Room-I D Closet-I Wall Intact Wood Beige OAO ± 0 41 NEG 03 ± 0.7 0.4 ± 0.4 59 3118198 
209 46 209 22 2 Room-! B Closet-I Baseboard Intact Wood Beige 1.12 ±0.37 POS 0.4 ± 0.7 1.1 ± 0.4 3.8 3/18/98 
210 46 210 22 2 Room-I C Closet-I Shelf Intact Wood Beige O.OO±O.IO NEG -09±1.1 00±02 10 3118/98 
211 46 211 22 2 Room-I A Closet-I CeIling Intact Drywall Beige 0.08 ± 019 NEG 0.1 ± 10 01±02 19 3/18/98 
212 46 212 22 2 Room-2 A Wall Wall Inlact Drywall Beige o 14 ± 0.43 NEG -04 ± I 2 0.1 ± 04 36 3118/98 
213 46 213 22 2 Room-2 B Wall Wall Inlact Drywall Beige 012 ± 0.43 NEG -02 ± I I 0.1 ± 0.4 33 3/18/98 
214 46 214 22 2 Room-2 C Wall Wall Intacl D~ywall Beige 0.18 ± 0.30 NEG 04 ± 0.7 02±04 70 3/18/98 
215 46 215 22 2 Room-2 D Wall Wall Inlact Drywall Beige 0.18±0.36 NEG 0.4 ± 0 8 0.2 ± 0 4 45 3/18/98 
216 46 216 22 2 Room-.2 A Wall-Lwlr Wall Intact Wood Beige 0.18±037 NEG -04 ± 10 0.2 ± 0.4 32 3118/98 
217 46 217 22 2 Room-! B Wall-Lwr Wall Inlact Wood Beige o 15 ± 0 63 NEG -0.3 ± 10 0.1 ± 0.6 33 3118/98 
218 46 218 22 2 Room-! C Wall-LwI Wall Intact Wood BeIge 0.15±030 NEG 02±09 o 2± 0.4 30 3/18/98 
219 219 Shutter Cal- I OOO±OOO 00 ± 0.0 OO±OO 00 3/18/98 
220 46 220 22 2 Calibrat,e-I 1.11 ± 0.14 POS 0.3 ± 0.7 1.1 ± 0.2 1.1 3/18/98 
221 46 221 22 2 Callbratl:-2 0.93 ± 0.21 NEG 04±07 0.9 ± 0 2 2.0 3118/98 
222 46 222 22 2 Room-! D Wall-Lwr Wall Inlact Wood Beige 0.21 ± 0.36 NEG -02±0.9 0.2 ± 0 4 36 3118/98 
223 46 223 22 2 Room-2 0 Wall Baseboard Intact '''ood Beige 1.18 ± 0.47 POS 1.1 ± 0.7 1.2 ± 0.4 5.0 3/18/98 
224 46 224 22 2 Room-Z B Window-Z Apron Intact Wood Beige 1.17 ± 0.36 POS 1.9 ± 0.8 1.2 ± 0.4 3.8 3/18/98 
225 46 225 22 2 Room-! B Wmdow-2 Stool Intact Wood Beige 020 ± 0 38 NEG 03 ± 0.6 0.2 ± 0.4 46 3/l 8198 
226 46 226 22 2 Room-Z C 000r-2 Door Intact Wood Beige 1.03 ± 0.44 POS 0.6 ± 0.7 1.0 ± 0.4 5.0 3/18/98 
227 46 227 22 2 Room-2 C Door-2 Jamb Intact Wood Beige 071 ±043 NEG 02±04 0.2 ± 04 92 3/l 8198 
228 46 228 22 2 Room-2 C Wall Wall-Rgstf Intact Metal Beige 022±0.19 NEG 02± 10 02±02 3.3 3/l8/98 
229 46 229 22 2 Room-2 C Wall Crown-mold Intact Wood Beige 004 ± 0.28 NEG 0.3 ± 0 8 OO± 0.2 24 3118/98 
230 46 230 22 2 Room-! C CeIling Ceiling Intact Drywall Beige 009±022 NEG -08 ± 0.6 0.1 ±0.2 54 3/l 8/98 
231 46 231 22 2 Room-! A Closet Door Inlact Wood Beige 074 ± 0 28 NEG 08±06 07 ± 0.2 35 3/18/98 
232 46 232 22 2 Room-! A Closet Jamb Intact Wood Beige 064 ± 0.22 NEG 0.1 ± 0 7 06±O2 28 3/18198 
233 46 233 22 2 Room-! A Closet Wall Inlact Drywall Beige 049 ± 0 S5 NEG -03±07 05 ± 0.6 74 3118198 
234 46 234 22 2 Room-2 B Closet Wall Intact Drywall BeIge 026 ± 015 NEG 0.5 ± 0 7 0.3 ± 0.2 26 3118/98 
235 46 235 22 2 Room-2 C Closet Wall Inlact D~ywall Beige 0.22 ± 0.24 NEG -01 ± I I 02±02 24 3/18198 
236 46 236 22 2 Room-2 0 Closet Wall Inlact Drywall Beige 014 ± 0 24 NEG 00 ± I I 01±02 24 3118/98 
237 46 237 22 2 Room-:Z B Closet Baseboard Intact Wood Beige 1.15 ± 0.28 POS 1.4 ± 0.7 1.2 ± 0.2 2.6 3/18/98 
238 46 238 22 2 Room':~ C Closet Shelf Intact Wood BeIge 000±010 NEG 00±09 0.0 ± 0.2 1.0 3/18198 
239 46 239 22 2 Room-2 A Closet Ceiling Intact Drywall BeIge o 18±022 NEG -0 I ± I I 02 ± 0.2 18 3/18198 
240 46 240 22 2 Room-3 A Wall Wall Intact Drywall Beige 004±0 12 NEG 00 ± I I 00 ± 0.2 1.1 3!l8198 
241 46 241 22 2 Room-3 B Wall Wall Inlact Drywall Beige 021 ±0.44 NEG 05±07 02±0.4 5.7 3118198 
242 46 242 22 2 Room-3 C Wall Wall Intact Drywall Beige 017 ± 0.58 NEG -0.3 ± 1.1 0.2 ± 0 6 36 3!l8198 
243 46 243 22 2 Room-3 D Wall Wall Intact Drywall Beige 020 ± 0 32 NEG -0.8 ± 0.8 0.2 ± 0.4 4.3 3/18198 
244 46 244 22 2 Room-3 A Wall-Lw" Wall Intact Wood Beige 017±043 NEG 0.0 ± 0 9 02±04 35 3/l 8198 
245 46 245 22 2 Room-:! B Wall-Lwr Wall Intact Wood Beige 025 ± 0.49 INCOM 0.2 ± 0.8 03 ± 0.4 50 3/18/98 
246 46 246 22 2 Room-:! B Wall-Lwr Wall Intact Wood Beige 017 ± 0.36 NEG -02±09 0.2 ± 0 4 3.5 3!l8198 
247 46 247 22 2 Room-:! C Wall-Lwr Wall Inlact Wood Beige 0.07 ± 0.49 NEG -0.5 ± 12 01±04 27 3118198 
248 46 248 22 2 Room-:! D Wall-LWI' Wall Intact Wood Beige 0.08 ± 0.40 NEG -0.1 ± 1.1 01±04 2.2 3/18/98 
249 46 249 22 2 Room-:! D Wall Baseboard Intact Wood Beige 0.86 ± 0 32 NEG 0.6± 0.7 0.9 ± 0.4 3.8 3/18/98 
250 46 250 22 2 Room-:! C Window Apron Intact Wood Beige 1.11 ± 0.38 POS 1.5 ± 0.7 1.1 ± 0.4 4.1 3/18/98 
251 46 251 22 2 Room-:! C Wmdow Stool Intact Wood Beige 0.02 ± 0.33 NEG 0.2 ± 0.9 0.0 ±0.4 13 3/18198 
252 46 252 22 2 Room-:! B Door-I Door Intact Wood Beige 0.56 ± 0 34 NEG 03±06 0.6 ± 0 4 47 3118198 
253 46 253 22 2 Room-:! B Door-I Jamb Intact Wood Beige 072±044 NEG OH07 0.7±04 5.5 3/18/98 
254 46 254 22 2 Room-:! A Wall Wall-Rgstr Intact Metal Beige 024 ± 043 NEG -12 ± 12 02±04 6.5 3/18/98 
255 46 255 22 2 Room-:! A Wall Crown-mold Intact Wood Beige 007 ± 0.34 NEG -04 ± 13 01 ± 0.4 39 3118198 
256 46 256 22 2 Room-:! A Ceiling Ceiling Intact Drywall Beige 0.03 ± 0.12 NEG 03±09 0.0 ± 0.2 1.5 3118198 
257 46 257 22 2 Room-:! C Closet-2 Door Intact Wood Beige 0.89 ± 0.53 NEG 02±07 0.9 ± 0 6 65 3118198 
258 46 258 22 2 Room-:! C Closet-2 Jamb Inlact Wood Beige 0.55 ± 0.21 NEG 0.1 ± 0 7 06±02 2.9 3118/98 
259 46 259 22 2 Room-:! A Closet-2 Wall Intact D~ywall Beige 0.11 ± 0.30 NEG -0.3 ± I 0 01 ± 0.2 22 3118/98 
260 46 260 22 2 Room-:! B Closet-2 Wall Inlact Dr:ywall Beige 008 ± 0.16 NEG -06 ± I 2 0.1 ± 0 2 1.4 3/18198 
261 46 261 22 2 Room-:! D Closet-2 Wall Inlact Drywall Beige 021 ±032 NEG -I 2± 11 0.2 ± 0.4 30 3118198 
262 46 262 22 2 Room-3 D Closet-2 Baseboard Intact \\'ood Beige 1.04 ± 0.38 POS 0.4 ± 0.7 1.0:10 0.4 4.1 3/18198 
263 46 263 22 2 Room-:! A Closet·2 Shelf Intact Wood Beige 003 ± 0 42 NEG -03± II 00 ± 0.4 18 3/18198 
264 46 264 22 2 Room-:! A Closet-2 CeIling Inlact Dr:lwall Beige 0.25 ± 0 31 NEG 00±08 02±04 43 3118198 
265 46 265 22 2 Bath-2 A Wall Wall Intact Dr:lwall Beige 001±017 NEG -0 I ± 0 8 00±02 1.2 3/18198 
266 46 266 22 2 Bath-2 B Wall Wall Intact Drywall Beige 003 ± 0.10 NEG 00±09 00±02 1.2 3/18/98 
267 46 267 22 2 Bath-2 C Wall Wall Inlact Drywall BeIge 007±0.47 NEG -12 ± I 3 01±04 2.6 31\8198 
268 46 268 22 2 Bath-2 D Wall Wall Inlact Dr:,wall Beige 017 ± 0.32 NEG -03 ± 0 7 02±04 6.2 3118/98 
269 46 269 22 2 Bath-2 C Window Apron Intact \\'ood Beige 1.07 ± 0.47 POS 1.2 ± 0.7 1.1 ± 0.4 5.3 3118/98 
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ite: 46 Date: 3/18/98 to 3/1!>!98 I'aml Page 5 
langes (NEG<INC<POS): lJievice PCS 

No Site XLNo Insp FIr Room Side Sire Feat Cnd Sub elr PbL(mglcm') RES PbK Combined DI Date Note 
270 46 270 22 2 Bath-2 C Wmdow Stool Intact Wood Beige 002 ± 0 26 NEG 00±09 00 ± 0.2 1.5 3/18/98 
271 46 271 22 2 Bath-2 0 Door Door Intact Wood Beige o 75± 0 30 NEG -0.2 ± 0 7 07±04 38 3/18/98 
272 46 272 22 2 Bath-2 0 Ooor Jamb Intact Wood Beige 050 ± 0 29 NEG 04±06 05±02 39 3/18/98 
273 46 273 22 2 Bath-2 0 Celhng Ceiling Intact Drywall Beige 017±03S NEG -I I ± 09 0.2 ± 0.4 40 3/18/98 
274 46 274 22 2 Bath-I A Wall Wall Intact Drywall Beige 021 ± 0 34 NEG -0.2 ± I 0 0.2 ± 0 4 7.4 3118/98 
275 46 275 22 2 Bath-I B Wall Wall Intact Orywall Beige 0.04 ± 018 NEG O.O± 0 8 00±02 43 3118/98 
276 46 276 22 2 Bath-I C Wall Wall Intact Drywall Beige OOO±O 10 NEG 01 ± 1.0 00±02 1.0 3/18/98 
277 46 277 22 2 Bath-I 0 Wall Wall Intact Drywall Beige 0IS±0.24 NEG 00 ± 0.6 02 ± 0.2 72 3118/98 
278 46 278 22 2 Batb-I 8 Window Apron Intact Wood Beige 0.85%0.50 POS 3.6 % 1.3 3.6 % 1.4 3.4 3/18/98 
279 46 279 22 2 Bath-I B Window Stool Intact Wood Beige 0.12 ± 0.44 NEG -0.5± II 0.1 ± 0 4 30 3118/98 
280 46 280 22 2 8ath-1 A Door Door Intact Wood Beige 0.95%0.46 POS 0.3 % 0.7 1.0 % 0.4 5.3 3/18/98 
281 46 281 22 2 Bath-I A Door Jamb Intact Wood Beige 0.82 ± 0.52 NEG 0.7±0.7 0.8 ± 0.6 63 3118198 
282 46 282 22 2 Bath-I A Ceihng Ceiling Intact Drywall Beige 029 ± 028 NEG 0.3 ± 0.7 0.3 ± 0 2 43 3/18/98 
283 46 327 22 2 Shutter Cal-I Cahbrate Calibrate OOO±OOO 0.0 ± 0 0 OO±OO 00 3/19/98 
284 46 328 22 2 Calibrate-l Calibratl! Calibrate 1.00% 0.12 POS 0.8%0.7 1.0% 0.2 1.0 3119/98 
285 46 329 22 2 Calibrate-2 Calibrat.! Calibrate 1.12 % 0.26 POS 0.8%0.7 1.1 % 0.2 2.4 3/19198 
286 46 330 22 2 Outside D House Fascia Intact Wood White 1.01 % 0.42 POS 3.7 % 1.3 3.7 % 1.4 2.4 3/19/98 
287 46 331 22 2 Outside D House Soffit! Intact Wood Wbite 1.17 % 0.99 POS 14.5 % 3.3 14.5 % 3.2 10.0 3/19198 
288 46 332 22 2 Outside D House Wall Intact Wood White 0.01±0.10 NEG -0.6 ± I 3 0.0 ± 0.2 16 3/19/98 
289 46 333 22 2 Outside D House Awning Intact Metal White OOO±O 10 NEG -0.5 ± I 0 00 ± 0.2 1.0 3119/98 
290 46 334 22 2 Outside D Window Apron Peelin~: Wood White 0.49 % 0.51 POS 15.8% 2.6 15.8 % 2.6 9.1 3/19/98 
291 46 335 22 2 Outside D Window Casing Peeling: Wood White 0.25%0.10 POS 13.5% 2.7 13.5% 2.8 10.0 3/19198 
292 46 336 22 2 Outside D Window Sash-EIt Peeling: Wood While 0.82 %0.72 POS 9.4 %3.2 9.4 % 3.2 10.0 3/19/98 
293 46 337 22 1 Outside D I'orch-I Columns Peeling: Wood While 2.24 % 1.81 POS 19.2 ± 3.0 19.2 ±3.0 10.0 3/19/98 
294 46 338 22 I Outside A Porch-I Lattice Peeling Wood Green 008 ± 0 33 NEG 0.2 ± 1.0 0.1 ± 0.4 4.2 3/19/98 
295 46 339 22 I Outside A Porch-I Trim-Lwr Peeling Wood White 044 ± 0 20 NEG 0.7 ± 0.7 04 ± 0.2 2.7 3/19/98 
296 46 340 22 I Outside A Porch-I Trim-Upr Peeling Wood White 000 ± 0.10 NEG -07 ± 1.0 0.0 ± 0 2 1.0 3/19/98 
297 46 341 22 I Outside B House Wall Intact Masonite White o OO± 0.10 NEG -0.8 ± 1.4 0.0 ± 0.2 10 3119/98 
298 46 342 22 I Outside A House Wall Intact Masonite White OOO±O 10 NEG -O.I±I.I o.o± 0.2 10 3119198 
299 46 343 22 I Outside A Porch-2 Door Intact Wood Green 0.28 ± 0.10 NEG -0.2 ± 0.6 -02 ±O 6 100 3/19/98 
300 46 344 22 I Outside A Porch-2 Lattice Intact Wood Green 0.31±0.10 NEG 00±06 o.o± 0.6 10.0 3/19/98 
301 46 345 22 I Outside A Porch-2 Trim-Lwr Intact Wood White 000 ± 0.17 NEG 01 ± 0.9 00 ± 0.2 1.0 3/19/98 
302 46 346 22 I Outside C House Wall Intact Ma~onite White 000±01O NEG 04 ± 0.8 0.0 ± 0.2 1.0 3/19/98 
303 46 347 22 I Shutter Cal-I Cahbrate Calibrate OOO±O.OO 0.0 ± 00 00 ± 0.0 00 3/19/98 
304 46 348 12 I Calibrate-I Calibral.! Calibrate 1.13 %0.14 POS 0.5 % 0.7 1.1 % 0.2 1.1 3/19/98 
305 46 349 12 1 Calibrate-2 Calibratl! Calibrate 1.26 % 0.28 POS 0.4 ± 0.7 1.3 % 0.1 2.5 3119/98 
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uali Evaluation 
XRF Field Data Sbeets 

and Results 



Original Reading 
1. 30 
2.00 
1.70 
l.60 
2.40 
1. 20 
2.30 
2.20 
1.10 

1. 50 
17.30 

17.30/ 10 = 1.73 

LEAD-BASED PAINT SURVEY 
NAVAL BASE HOUSING 

CHARLESTON NA VAL COMPLEX 
CHARLESTON, SC 

Retest Evaluation 

Retest Reading Average 
1. 70 l. 50 
l. 30 l. 65 
1. 80 1. 75 

1.40 1. 50 
1. 50 l. 95 
0.80 1. 00 
3.70 3.00 
1.10 1. 65 
1.40 1. 25 
1.10 1. 30 

15.80 16.55 

15.80/10 = 1.58 

Absolute Difference = 1.58 - 1.73 = 0.15 

C = 30.0625 
0= 0.21645 
E = 0.24845 
F = 0.498448 

30.0625 x 0.0072 = 0.21645 
0.21645 + 0.032 = 0.24845 
Square Root of 0.24845 = 0.498448 
0.498448 x 1.645 = 0.8199 (Retest 
Tolerance Limit) 

Retest Tolerance Limit ;:::; 0.8199 

0.15 < 0.8199 -- The Inspection has passed the retest. 

The Retest Tolerance Limit is computed using the following steps: 

Squared 
2.2500 
2.7225 
3.0625 
2.2500 
3.8025 
1.0000 
9.0000 
2.7225 
l. 5625 
1. 6900 
30.0625 

1. Calculate the average of the original XRF result and retest XRF result for each testing 
combination. 

2. Square the average for each testing combination. 
3. Add the ten squared averages together. This quantity is called C. 
4. Multiply the number C by 0.0072. This quantity is called D. 
5. Add the number 0.032 to D. Tnis quantity is called E. 
6. Take the square root ofE. Call this quantity F. 
7. Multiply F by 1.645. The result is the Retest Tolerance Limit. 
8. Find the absolute difference of the two averages. 

If the absolute difference is less than the Retest Tolerance Limit, the inspection has passed the 
retest. If the difference of the overall averages equals or exceeds the Retest Tolerance Limit, the 
procedure should be repeated with ten new testing combinations. If the difference of the overall 
averages is equal to or greater than the Retest Tolerance Limit a second time, then the inspection is 
considered deficient. 
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,--------------------------------------------------------------------------------------------------------------------------------------------

Paml PJge I 
Quart,crs 1\1-'9, Quality Evaluation Retest 

Charleston Naval Complex 
Site: 46-2 Date: 3/18/98 

Ranges (NEG<INC<POS): Device pes 

No Site XLNo Insp Fir IRoom Side Stn: Feat Cnd Sub Clr PbL(mg/cm') RES PbK Combined Note 
I 46 283 22 2 Shutter Cal-I Calibrate Calibrate O.OO± 0.00 O.O± 0.0 O.O± 0.0 
2 46 284 22 2 Ca:librate-l Calibr'ate Calibrate 1.01 ± 0.10 POS 0.16 ± 0.7 1.0 ± 0.2 
3 46 285 22 2 Calibrate-2 Calibrate Calibrate 0.95±021 NEG 0.6 ± 0.7 0.9 ±0.2 
4 46 286 22 2 Room-l A Walll Wall Intact Drywall Beige 1.82 ± 1.00 POS 1.7 ± 0.8 1.7 ± 0.8 188 
5 46 287 22 2 N:oom-l B Walll Wall Intact Drywall Beige 1.42 ± 0.97 POS l..3 ± 0.8 1.3 ± 0.8 189 
6 46 288 22 2 N:oom-l C Walll Wall Intact Drywall Beige 1.51 ± 1.03 POS 1.8 ± 0.8 1.8 ± 0.8 190 
7 46 289 22 2 Room-l D Walll Wall Intact Drywall Beige 1.43 ± 0.81 POS 0.2 ± 0.8 1.4 ± 0.8 191 
8 46 290 22 2 Room-I A Wall-Lwr Wall Intact Wood Beige 2.71 ± 1.46 POS 1.5 ± 1.0 1.5 ± 1!.0 192 
9 46 291 22 2 Room-I B Wall-Lwr Wall Intact Wood Beige 084 ± 0.52 NEG 07 ± 0.7 0.8 ± 0 6 293 
10 46 292 22 2 N:oom-I C Wall-Lwr Wall Intact Wood Beige 3.72 ± 2.38 POS 2.2 ± 1.0 3.7 ± 2.4 194 
11 46 293 22 2 Room-l D Wall-Lwr Wall Intact Wood Beige US ± 0.64 POS 1 .. 3 ± 0.7 1.1 ± 0.6 195 
12 46 294 22 2 Il:oom-I D Walll Baseboard Intact Wood Beige 1.44 ± 0.87 POS 0 .. 2 ± 0.7 1.4 ± 0.8 196 
13 46 295 22 2 Room-l A Window Apron Intact Wood Beige 1.13 ± 0.42 POS l.2 ± 0.7 1.1 ± 0.4 197 
14 46 296 22 2 Shutter Cal-I Calibrate Calibrate 0.00 ± 0.00 0.10 ± 0.0 OO±OO 
15 46 297 22 2 Callibrate-I Calibrate Calibrate 1.02 ± 0.10 POS 0.7 ± 0.7 1.0 ± 0.2 
16 46 298 22 2 Callibrate-2 Calibrate Calibrate 1.05 ± 0.24 POS 0.2 ± 0.7 1.0 ± 0.2 

893 



Floor Plan 



• 

(LJ 
(:) 

(/) 

Gnrnge 

Side C: 
-2Eth 1 r ROOM 

Kitchen ROOM 3 

ill ~ .-----fmim ~ ~ 
Porch 1 t-:r: L-lWllJ I _ 

ru 
.£ 
u 
L 
o 

0... :rn r-
ROOM 1 

FIRST FLOOf~ 

Side A 

SPORTENVDE'TCHASN 
1899 North HOlbson Ave. 

North Charleston. SC 
29405-:a106 

Ph. (803) 7'43-6777 

--.,...--~ 

~J ~ ROOM 3 

ru 

~i_ 1 

-:001 ROOM 1 

SECOND FI_OOR 

IQuarters M - 9 
B09 Commissary Street 

Charleston Naval Complex 
Charleston, SC 

D'w'G DATE:18 Feb 98 I D'w'G NAME: Gltrs-M9 

• 



XRF Field Data Sheets 

for Dust and Soil Samples 



Field Sampling Form for Dust 
(Single Surface Sampling) 

Name of Property Owner: United States Navy, SOUTHNAVFACENGCOM/CSO 
Property Address: Quarters M-9, 809 Commissary Street, Charleston Naval Complex, 

Charleston SC 

Sample 
Number 

NBC/ 
Qtrs M-9 
001 
NBCI 
Qtrs M-9 
002 
NBCI 
Qtrs M-9 
003 
NBCI 
Qtrs M-9 
004 .. __ . 

I 
NtH"';' 

~!r~ M-9 

I D05 

Room 

1.2.... Floor, 
Kitchen 
Entry 

1m: Floor, 
Kitchen 

2!!!::! Floor, 
Hall-4 

Stairwell 

2ND Floor, 
Room-2 

I 
2t:!Q Floor, I Room-1 
1§l Floor, 
Room-2 

Entry 

1m: Floor, 
Room-2 

Blank 

Surface 
Type 

Floor 

Window 
Sill 

Floor 

Window 
Sill 

Window 
Sil! 

Floor 

Window 
Sili 

N/A 

I Measure to the nearest 1/8 inch . 

Is surface 
Dimensions 

smooth and 
of the sample 

Area Total Lead 
cleanable? 

area (inches 
(fe) Found 

X inches) 

Yes 12 x 12 1 -15.10 

Yes 
25 x 2 0.347 17.40 

Yes 12 x 12 1 -11.80 

Yes 25 x 2 0.347 -3.60 

Yes 25 x 2 0.347 -25.70 

Yes 12 x 12 5.90 

Yes 25 x 2 0.347 -9.80 

N/A N/A N/A -9.20 

•••• _. . .. __ ._.? ._. . ___ ._.?... .. . ... ___ _'l ... 

HUU standards: 1 UU Ilgtn- (flOOrS). 500 ~Lg/tr (interior window 51115). 800 Ilg/ft~ (window troughs) 

Total number of samples on this page _8_ 

Page _1_ of _1_ 

Date of sample collection 3/2/98 

Table 41-b, Field Sampling Form for Dust 

895 

Result of Lab 
Analysis 
(~gl ft2) 

<Detectable 

50.14 

<Detectable 

<Detectable 

<Detectable 

5.90 

<Detectab!e 

<Detectable 



No Site XLNo Insp FIr 
5 46 6 6 
10 46 11 6 1 
15 46 16 6 1 
20 46 21 6 2 
25 46 26 6 2 
30 46 31 6 2 
35 46 36 6 1 
40 46 41 6 1 
45 46 46 6 
50 52 6 

Quarters M-9, Dust Samples 
Charleston Naval Complex 

Site 46, Date: 3/2/98 

Room Side Strc 
Calibrate-l 

Kitchen-DO 1 D Floor 
Kitchen-D02 C Window 
Hall-4-D03 D Floor 

Room-2-D04 B Window 
Room-I-D05 A Window 
Room-2-D06 D Floor 
Room-2-D07 C Window 
Blank-D08 Blank 
Calibrate-I 

Table ·U-c, XRF Field Data Sheets for Dust Samples 

896 

Thin Page 1 

Feat Ph ± Pree 
3478.40 ± 63.70 

Floor -15.10± 21.10 
Stool 17.40 ± 23.30 
Floor -11.80 ± 18.90 
Stool -3.60 ± 21.60 
Stool -25.70± 22.10 
Floor 5.90± 22.70 
Stool -9.80 ± 21.40 
Blank -9.20 ± 22.90 

3414.40 ± 63.80 



Quarters M-9, Soil Samples 
Charleston Naval Complex 

Site: 46 Date: 4/16/98 

No Site XLNo Insp Room Side Stre 
1 46 1481 22 Calibrate-l 
2 46 1482 22 Calibrate-2 
3 46 1483 22 Dripline A 
4 46 1484 22 Dripline B 
5 46 1485 22 Dripline C 
6 46 1486 22 Calibrate-2 
7 46 1487 22 Calibrate-2 

Table 41-d, XRF Field Data Sheets for Soil Samples 

897 

Feat 

Bulk Page 1 

Pb ± Pree 
-4.0 ± 33.0 
37.7 ± 33.2 

254.4 ± 66.3 
625.2 ± 79.6 
863.2 ± 87.1 

0.5 ± 67.8 
1099.2 ± 107.4 

I 

I 

I 

I 

I 

I 

I 

I 

I 

I 
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