
 
 

N00213.AR.000198
NAS KEY WEST

5090.3a
 
 
 
 
 
 
 
 
 
 
 
 
 
 

LEAD-BASED PAINT SURVEY OF THE NAVY HOUSING FACILITY LOCATED AT
POINCIANA PLAZA NAS KEY WEST FL

3/1/1997
CAPE ENVIRONMENTAL MANAGEMENT INC



C A P E 
ENVIRONMENTAL 
MANAGEMENT 
I N C 

Lead-Based Paint Survey 
of the Naval Family Housing located at 
Poinciana Plaza 
Key West, FL 

CONTRACT No. N62467-94-D- 1127 
DELIVERY ORDER No. 0019 

Prepared for. 
Department of the Navy 
Southern Division 
Naval Facilities Engineering Command 
2155 Eagle Drive, P.O. Box 190010 
North Charleston, SC 294 19-90 10 

Prepared by: 
Cape Environmental Management Inc 
5796 Hoffner Avenue, Suite 607 
Orlando, FL 32822-4801 
(407) 275-2900 

Contacts: 
Christopher C. Caviness, P.E., Principal Engineer 
Don Carlow, Project Manager 
John B. Heppner, P.E., CIH 

MARCH 1997 

c A p E 
ENVIRONMENT AL 
MANAGEMENT 
INC 

Lead-Based Paint Survey 
of the Naval Family Housing located at 
Poinciana Plaza 
Key West, FL 

CONTRACT No. N62467-94-D-1127 
DELIVERY ORDER No. 0019 

Prepared for: 
Department of the Navy 
Southern Division 
Naval Facilities Engineering Command 
2155 Eagle Drive, P.O. Box 190010 
North Charleston, SC 29419-90 1 0 

Prepared by: 
Cape Environmental Management Inc 
5796 Hoffner A venue, Suite 607 
Orlando, FL 32822-4801 
(407) 275-2900 

Contacts: 
Christopher C. Caviness, P .E., Principal Engineer 
Don Carlow, Project Manager 
John B. Heppner, P.E., CIH 

MARCH 1997 



LEAD-BASED PAINT SURVEY REPORT 

Table of Contents 

1 .O Introduction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1 

2.0 Lead Survey Methodology ........................................................................... 2 

2.1 Lead-Based Paint Survey 
2.1.1 XRF Testing 

.............................................................................................................................................................................................................................................. z 

2.1.2 Classification of XRF Results ................................................................................................. 3 
2.2 Soil Sampling .............................. ...................................................................................................... 4 

3.0 LBP Survey Findings ................................................................................... 5 

3.1 LBP Components ............................................................................................................................... 6 

3.2 Discussion of LBP Management Practices ........................................................................................ 7 

4.0 Lead-Based Paint Cost Estimate ................................................................ 9 

APPENDICES 
Appendix A ... Summary of XRF Inspection Results (Component Type Report) ............................... Al 
Appendix B ... Individual Unit LBP Inspection Reports.. ............................................................... .... Bl 
Appendix C --- Representative Photographs of Identified LBP Components.. ................................ .... Cl 
Appendix D Laboratory Report for Soil Sample Analysis.. ............................................................. . 1 --- 
Appendix E --- Laboratory Report for Paint Chip Sample Analysis.. ................................................... El 
Appendix F --- Site Plan with Soil Sampling Locations ....................................................................... Fl 
Appendix G Floor Plans Illustrating Extent of LBP (Typical Housing Unit Floor Plans). ............ ..G 1 ... 

LEAD-BASED PAINT SURVEY REPORT 

Table of Contents 

1.0 Introduction ............................................................................................. " .... 1 

2.0 Lead Survey Methodology ...................................................................... , ..... 2 

2.1 Lead-Based Paint Survey .................................................................................................................. 2 
2.1.1 XRFTesting ............................................................................................................................ 2 
2.1.2 Classification of XRF Results ................................................................................................. 3 

2.2 Soil Sampling ................................................................................................................................... .4 

3.0 LBP Survey Findings ................................................................................... 5 

3.1 LBP Components ............................................................................................................................... 6 
3.2 Discussion ofLBP Management Practices ........................................................................................ 7 

4.0 Lead-Based Paint Cost Estimate ................................................................ 9 

APPENDICES 
Appendix A --- Summary ofXRF Inspection Results (Component Type Report) .......................... " .... Al 
Appendix B --- Individual Unit LBP Inspection Reports ................................................................. " .... Bl 
Appendix C --- Representative Photographs ofIdentified LBP Components ................................. ., .... C1 
Appendix D --- Laboratory Report for Soil Sample Analysis ............................................................... D1 
Appendix E --- Laboratory Report for Paint Chip Sample Analysis ..................................................... E 1 
Appendix F --- Site Plan with Soil Sampling Locations ....................................................................... F1 
Appendix G --- Floor Plans Illustrating Extent of LBP (Typical Housing Unit Floor Plans) ............... G 1 

CIUSERIIPROIEC1\1 501 A25\LBPRPT.DOC 



I .O Introduction 
Cape Environmental Management Inc (CAPE) was retained by Southern Division, Naval 
Facilities Engineering Command (SouthDiv NAVFACENGCOM) to perform a lead-based 
paint (LBP) survey in accordance with the U.S. Department of Housing and Urban 
Development (HUD) Guidelines for the Evaluation and Control of Lead-Based Paint Hazards in 
Housing at the naval family housing units located at Poinciana Plaza in Key West, Florida. 
This survey was conducted by CAPE staff industrial hygienists between the dates of August 12, 
1996 and September 27, 1996. 

The purpose of this LBP survey is to provide an overview of the types and of the locations of 
components determined to contain lead above the HUD defined threshold of 1 .O milligrams per 
square centimeter (mg/cm”), This report also provides a preliminary cost estimate for 
abatement of identified LBP and a Lead-Based Paint Oper,ations and Maintenance (O&M) Plan 
(presented as a separate volume). 

Naval family housing at Poinciana Plaza consists of 212 townhouse-type two, three and four 
bedroom housing units consisting of fifty buildings with four to six units per building. The 
scope of work for this survey required that a statistically valid number of units be inspected for 
LBP and selected components be tested using x-ray fluorescence (XRF) in accordance with the 
multi-family inspection criteria outlined in the HUD Guidelines. Paint chip samples were 
collected for laboratory analysis to confirm XRF results when overall results of XRF testing 
were inconclusive. 

Lead above the 1 .O mg/cm2 standard was detected on one or more of the following types of 
component surfaces: 

. Vinyl baseboards 

. Wood exterior door casings 

. Wood exterior door trim 

. Wood exterior fascia 

. Wood exterior window trim 

. Wood exterior upper trim 

. Parking strips (yellow) 

. Manhole covers (red) 

In addition, nineteen representative soil samples were collected and analyzed to determine 1iead 
concentrations in exterior soil. Results of this soil sampling indicated lead soil concentrations 
were below EPA’s recommended corrective action screening level of 400 parts per million 

(mm>. 

A discussion of the Lead Survey Methodology is presented in Section 2.0. A discussion of the 
LBP Survey Findings is presented in Section 3 .O. A LBP Cost Estimate for recommended 
response actions is presented in Section 4.0. The developed LBP O&M Plan is presented as a 
separate volume. 

1.0 Introduction 
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LBP and selected components be tested using x-ray fluorescence (XRF) in accordance with the 
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2.0 Lead Survey Methodology 

2.1 Lead-Based Paint Survey 

The lead-based-paint (LBP) survey strategy established for this project consisted of the 
following: 

I. Review written documentation to determine which housing units can be grouped for 
inspection purposes based on similarity of construction materials and common 
painting histories. 

2. Develop a suspect-LBP testing strategy based on HUD Guidelines for multi-family 
housing. 

3. For each unit to be inspected, inventory all painted components in or part of each 
room or room equivalent including common areas and exterior areas. 

4. Conduct x-ray fluorescence (XRF) testing of representative painted components 
based on developed suspect-LBP testing strategy. 

5. Aggregate readings across units by component type and make final classifications 
based on the percentages of positive, negative and inconclusive XRF readings. 

6. Collect paint chip samples as necessary to verify inconclusive XRF testing resul.ts 
and from surfaces that could not be tested by XRF equipment (irregular surfaces). 

7. Provide a LBP survey report describing the location and types of LBP components 
identified. 

Based on written documentation and visual evidence, all naval family housing buildings at 
Poinciana Plaza were determined to have common construction and painting history and were 
grouped together for sampling purposes. 

The number of units to be tested (the “sample size”) was based on the total number of units in 
the buildings and the number of units specified for testing in Table 7.3 of the HUD Guidelines. 
The basic purpose of the sample size is to test the smallest number of units and still achieve a 
95% confidence that if all units sampled contain no components above the HUD standard, fewer 
than 5% of the units will actually contain LBP. An alternate interpretation is that the sample size 
allows no more than a 5% chance of missing lead in 5% of the units. For this project, 5 1 units 
required testing to achieve this level of confidence. 

An inventory of painted interior and exterior surfaces was conducted. The inventory of painted 
surfaces was carried out independently in each inspected unit, based on the number of testing 
combinations in each room equivalent. A room equivalent is an identifiable part of a residence, 
such as a room, a house exterior side, or and exterior area. A testing combination is 
characterized by the combination of room equivalent, substrate, component and color. 

2.1.1 XRF Testing 
The XRF instrument utilized for this project was a Radiation Monitoring Devices (RMD) model 
LPA- 1 spectrum analyzer. During testing, the XRF instrument was maintained in possession of 
CAPE authorized personnel at all times. CAPE’s personnel are trained in radiation safety and 
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LPA- 1 operations by the instrument’s manufacturer, and are listed as Authorized Users in 
accordance with the State of Florida’s radioactive material licensing requirements. 

In accordance with HUD Guidelines, individual XRF readings are classified as positive, negative 
or inconclusive using either a “threshold” or an “inconclusive range” value. HUD publishes an 
XRF Performance Characteristics Sheet for specific XRF instruments which provides detailed 
information regarding XRF threshold values and inconclusive ranges for readings taken on 
specific substrates. Based on the XRF Performance Characterisfics Sheet, the following 
threshold and inconclusive range values were used: 

Sub&-at? bias 
corredtidn 

None required. ” 

None required. 

None required. 

None required. 

None required. 

None required. 

S$str&e, ‘ ,... 

.-& 

Concrete 

Drywall 

Metal 

Plaster 

Wood 

Lead threshold (tiir/cin”) +ased 1, 
on the 1 .O mg/cmi stand&d. 

1.6” “’ 

1.0 

1.0 

None 

None 

1.0 

None 

None 

0.9 to 1.3 

0.9 to 1.0 

None 

For the threshold value, results are classified as positive if they are greater than or equal to tlhe 
threshold value, and negative if they are less than the threshold value. There is no inconclus>ive 
classification when using the threshold. For the inconclusive range, results are classified as 
positive if they are greater than or equal to the upper limit of inconclusive range, and negative if 
they are less than or equal to the lower limit of the inconclusive range. 

2.1.2 Classification of XRF Results 
To evaluate XRF testing results, a summary report is prepared which aggregates the XRF results 
for each component type tested. A component type is a group of like components constructed of 
the same substrate. For each component type, the aggregate percentage of positive, negative and 
inconclusive classifications are recorded. The “Multifamily Decision Flowchart” (Figure 7.11 
in the HUD Guidelines) is used to interpret results. The flowchart is applied separately to each 
component type and indicates either a positive result or a negative result. 

The flowchart decision that leads to a positive result is when 15 percent or more of the 
components of a particular component type are positive. The decision that leads to a negative 
result is reached when (1) 100 percent of the tested components are negative, or (2) less than 
15% of XRF readings were initially positive and subsequent confirmatory paint chip analysis of 
all positive and inconclusive readings has yielded no positive results. If any confirmatory paint 
chip samples for a particular component type yielded positive results, the component type was 
classified as positive. Once all laboratory results were returned, the aggregate summary was 
updated to include laboratory results and make final classification decisions for each component 

type- 

The analytical method utilized for paint chip analysis was hotplate or microwave based acid 
digestion preparation techniques and either flame atomic absorption spectroscopy (FAAS) or 
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inductively coupled plasma-atomic emission spectroscopy (ICP-AES). Analytical 
Environmental Services International, Inc in Hato Rey, Puerto Rico served as the primary 
analytical laboratory for lead analysis (paint chips and soil). Analytical Environmental Services, 
Inc. successfully participates in the Environmental Lead Proficiency Testing Program (ELPAT) 
administered by the American Industrial Hygiene Association (AIHA) and is recognized by 
EPA’s National Lead Laboratory Accreditation Program (NLLAP). 

In accordance with HUD, paint is defined as LBP when it contains equal to or greater than 5,000 
mgKg (0.5% by weight) or when it contains equal to or greater than 1 .O mg/cm* by laboratory 
analysis. 

2.2 Soil Sampling 
Soil samples are typically collected to determine whether the soil outside me dwelling poses a 
significant hazard to children. The EPA currently considers only areas of bare soil to be 
potential LBP hazards (in accordance with the definition under Title X). In accordance with 
HUD, except for play areas, bare soil areas in yards containing less than 9 square feet are not 
considered to be hazardous. Areas of bare soil typically targeted for lead sampling include 
outdoor play areas, building foundation (drip line), vegetable gardens, pet sleeping areas, bare 
pathways and sandboxes. 

At Poinciana Plaza, nineteen soil samples were collected and analyzed to determine lead 
concentrations in exterior bare soils. A composite sample was collected from the foundation 
(drip line) of a minimum of two buildings from each group of buildings (or “courts”) within the 
development. Two composite samples were also collected from the playground area and one 
composite sample was collected from the basketball court area. Each composite sample was 
made up of equal sub-samples collected from 4 distinct locations roughly equidistant from each 
other along an axis in the area to be sampled. Each sub-sample collected consisted of the top one 
half inch of soil at the sub-sample location in the bare area. 

Results of this soil sampling indicated lead soil concentrations in all sample locations were 
below the EPA recommended Corrective Action Residential Soil Lead Screening Level of 400 
parts per million (ppm). 
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3.0 LBP Survey Findings 
Suspect-LBP components were classified as “positive” or “negative” based on the “Multifamily 
Decision Flowchart” outlined in the HUD Guidelines (refer to section 2.1.2). The flowchart is 
applied separately to each component type and indicates one of the following results: 

Positive: Lead is present at or above the HUD standard of 1 .O mg/cm* on one OY mor,e of 
the components. 

Negative: Lead is not present on any of the components at or above the HUD standard of 
1 .O mg/cm*. (Note: Lead may still be present in concentrations below 1 .O 
mg/cm* and hazardous dust may be generated during disturbance of painted 
surfaces containing low levels of lead). 

The inspection criteria established for this project was designed to use a sample of inspected 
units to identify component types that are very likely to be negative for lead (relative to the HUD 
standard) in all units of the development, both sampled and unsampled. Once these component 
types are identified, no further testing resources need to be allocated for components of those 
types. Furthermore, if lead is present on a component type, this approach is very likely to 
identify at least one component of that type as having LBP relative to the HUD standard. 
However, the XRF testing and decision flowchart, including laboratory confirmation do not 
indicate which specific components have tested positive for lead. The positive results merely 
show that one or more components contain lead above the 1 .O mg/cm* threshold 

If part of a particular component type in the sampled units is positive for lead relative to the 
HUD standard, then the same component of the given type in the unsampled units are assumed to 
be positive for lead. In some cases, it may be more cost effective to test all components of a 
given type to determine which are above the 1 .O mg/cm* standard, rather than treat all 
components of that type as LBP and incurring the cost of lead hazard control for that type of 
component. Identifying which specific components of the given type are positive for lead in the 
unsampled units is a difficult task, and careful attention to the allocation of testing resources is 
recommended. For those cases where the number of positive component types is small (i.e., only 
a few positive readings were found), the owner may choose to use the sample results in 
conjunction with building records to determine if there is a systematic reason for the specific 
mixture of positive and negative results. 

Several component types were determined to contain lead above the HUD defined threshold of 
1 .O milligrams per square centimeter (mg/cm*) on one or more component surfaces at the naval 
family housing at Poinciana Plaza, Key West, FL. A summary of the component types 
determined to contain lead above the HUD defined threshold is provided in Section 3.1 below. 
A discussion of LBP Management Practices is provided in Section 3.2. 

The Summary Report of XRF Inspection Results (Component Type Report) utilized in classifying 
XRF results is presented as Appendix A. This report aggregates the results of XRF testing 
across the housing units by component type and makes final classifications based on the 
percentages of positive, negative and inconclusive XRF readings. 

Individual LBP Inspection Reports for each unit inspected are provided in Appendix B. 
Appendix C contains representative photographs of identified LBP. Appendix D contains 
laboratory report for soil sample analyses, and Appendix E contains bulk sample laboratory 
reports for paint chip analysis. A site plan indicating soil sampling locations is provided in 
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Appendix F, and floor plans illustrating the extent of LBP in housing units (typical housing unit 
floor plans) are provided in Appendix G. 

3.1 LBP Components 

Lead above the 1 .O mg/cm* standard was detected on one or more of the following types of 
component surfaces at the naval family housing at Poinciana Plaza, Key West, FL: 

Component Type: Vinyl Baseboards 

Typical Location: 

Percent above 1.0 mglcm’: 

All floorplan types -- second floor bath 2. 

38% 

Condition: Good 

,-.i‘\ 

Component Type: 

Typical Location: 

Percent above 1.0 mglcm’: 

Condition: 

Wood Exterior Door Casings 

All floorplan types -- entry door, back door, exterior 
storage door. 

96.1% 

Fair 

[ Component Type: 

Typical Location: 

Percent above 1.0 mglcm’: 

Condition: 

Wood Exterior Door Trim 

All floor-plan types -- entry door, back door, exterior 
storage door. 

83% 

Fair 

Component Type: 

Typical Location: 

Wood Fascia 1 

All floor plan types -- building exterior. 

Percent above 1.0 mglcm’: 72% 1 

Condition: Fair 
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3.1 LBP Components 
Lead above the 1.0 mg/cm2 standard was detected on one or more of the following types of 
component surfaces at the naval family housing at Poinciana Plaza, Key West, FL: 

Component Type: Vinyl Baseboards 

Typical Location: All floorplan types -- second floor bath 2. 

Percent above 1.0 mg/cm"': 38% 

Condition: Good 

Component Type: Wood Exterior Door Casings 

Typical Location: All floorplan types -- entry door, back door, exterior 
storage door. 

Percent above 1.0 mg/cm"': 96.1 % 

Condition: Fair 

Component Type: Wood Exterior Door Trim 

Typical Location: All floorplan types -- entry door, back door, exterior 
storage door. 

Percent above 1.0 mg/cm"': 83% 

Condition: Fair 

Component Type: Wood Fascia 

Typical Location: All floor plan types -- building exterior. 

Percent above 1.0 mg/cm"': 72% 

Condition: Fair 
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Component Type: 

Typical Location: 

Wood Exterior Window Trim 

Three and four bedroom floorplan types -- exterior trim 
around second floor rear bedroom windows. 

Percent above 1.0 mglcm’: 82% 

Condition: Fair 

Component Type: Wood Upper Trim 

Typical Location: Three and four bedroom floor plan types -- exterior upper 
trim molding on rear of building. 

I Percent above 1.0 mgkm”: 3% 

Condition: Fair 

Component Type: Yellow Parking Strip 

Typical Location: 

Percent above 1.0 mglcm’: 

Exterior parking lots. 

100% 

Condition: Fair 
I 

Component Type: Red Manhole Cover 

Typical Location: 

Percent above 1.0 mglcm’: 

Condition: 

Exterior areas. 

100% 

Good 

3.2 Discussion of LBP Management Practices 
The HUD Guidelines and the defined LBP standard of 1.0 mg/cm’ by XRF and 5,000 mg/Kg (or 
0.5% by weight) by laboratory analysis was developed pursuant to Section 1017 of the 
Residential Lead-Based Paint Reduction Act of 1992, which is often referred to as Title X (“Title 
Ten”) because it was enacted as Title X of the Housing and Community Development Act of 
1992 (Public Law 102-550). Section 1017 requires the Secretary of HUD to issue Guidelines for 
people involved in identifying and controlling LBP hazards in government-owned or govem.ment 
subsidized housing. The main emphasis of the HUD Guidelines is to provide cost effective 
control alternatives to minimize children’s lead exposure in the defined sector of housing defined 
as “target housing” (i.e., child-occupied housing built prior to 1978). The procedures and 
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Component Type: Wood Exterior Window Trim 

Typical Location: Three and four bedroom floorplan types -- exterior trim 
around second floor rear bedroom windows. 

Percent above 1.0 mg/cm": 82% 

Condition: Fair 

Component Type: Wood Upper Trim 

Typical Location: Three and four bedroom floor plan types -- exterior upper 
trim molding on rear of building. 

Percent above 1.0 mg/em": 3% 

Condition: Fair 

Component Type: Yellow Parking Strip 

Typical Location: Exterior parking lots. 

Percent above 1.0 mg/em": 100% 

Condition: Fair 

Component Type: Red Manhole Cover 

Typical Location: Exterior areas. 

Percent above 1.0 mg/em": 100% 

Condition: Good 

3.2 Discussion of LBP Management Practices 
The HUD Guidelines and the defined LBP standard of 1.0 mg/cm2 by XRF and 5,000 mgIKg (or 
0.5% by weight) by laboratory analysis was developed pursuant to Section 1017 of the 
Residential Lead-Based Paint Reduction Act of 1992, which is often referred to as Title X ("Title 
Ten") because it was enacted as Title X of the Housing and Community Development Act of 
1992 (Public Law 102-550). Section 1017 requires the Secretary ofHUD to issue Guidelines for 
people involved in identifying and controlling LBP hazards in government-owned or government 
subsidized housing. The main emphasis of the HUD Guidelines is to provide cost effective 
control alternatives to minimize children's lead exposure in the defined sector of housing defined 
as "target housing" (i.e., child-occupied housing built prior to 1978). The procedures and 
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protocols outlined in the HUD Guidelines, including conducting a comprehensive lead risk 
assessment of current and potential risk factors and implementing appropriate control measures, 
should be implemented in any government-owned dwelling built prior to 1978 which contains 
LBP. These Guidelines and standards are not currently applicable to privately-owned housing or 
commercial/industrial-type facilities. 

Other regulations, directives and guidance documents issued by other government agencies 
including the Environmental Protection Agency (EPA) and the Occupational Safety and Health 
Administration (OSHA) address all lead coatings regardless of concentration which may 
become disturbed during renovation, demolition or maintenance activities. As such, all painted 
surfaces which become disturbed during construction, demolition or maintenance should be 
managed as LBP in accordance with applicable government regulations unless conclusively 
determined to be free of lead or lead-contamination by laboratory analysis. 

It is important to note that although a painted surface may be classified as negative by XFX.F 
testing in accordance with the HUD Guidelines, lead may still be present in low concentrations 
(i.e., < 1 mg/cm*) and hazardous dust may be generated during disturbance of painted surfaces 
containing low levels of lead. XRF technology is not effective at measuring low levels of lead 
content in paint (< 1 mg/cm*), therefore XRF cannot be relied upon as an accurate indicator of 
the absence of lead or lead-contamination on a painted surface. Subsequent laboratory analysis 
should be conducted to conclusively determine if a surface is free of LBP or lead-contamination. 

Specific management procedures which may be required during disturbances of coatings which 
are not conclusively determined to be free of LBP of lead-contamination include: 

Preparation of site specific written compliance plan 

Appropriate training for Competent Person and others who perform lead-related 
activities 

Use of appropriate personal protective equipment and proper hygiene practices 

Medical surveillance of workers involved in lead-related activities 

Testing and characterization of lead-containing waste 

Proper handling, transportation and disposal of hazardous lead-containing waste 
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Preparation of site specific written compliance plan 

Appropriate training for Competent Person and others who perform lead-related 
activities 

Use of appropriate personal protective equipment and proper hygiene practices 

Medical surveillance of workers involved in lead-related activities 

Testing and characterization of lead-containing waste 

Proper handling, transportation and disposal of hazardous lead-containing waste 
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4.0 Lead-Based Paint Cost Estimate 
Cost estimates for LBP abatement are provided for each of the three typical housing unit floor 
plans (two, three and four bedroom floor plans). These cost estimates include those components 
identified in this report as having lead content above 1 .O mg/cm2 on one or more component 
surfaces. 

These LBP abatement costs are based on component removal and replacement. Removal and 
replacement costs are based on removal and disposal of the component by a LBP abatement 
contractor and replacement of the component by a general contractor. Component disposal costs 
are based on the likelihood that LBP architectural components will pass TCLP waste 
characterization testing and may be treated as non-hazardous waste for disposal. If certain LBP 
architectural components do not pass waste characterization testing, and must be treated as 
hazardous waste, than the budgetary cost estimate for component removal must be increased to 
take into account for hazardous waste handling, storage, transportation and disposal fees. 

The following cost estimate subtotals represent contractor bid and include labor, overhead, 
materials, insurance, disposal costs, etc. Additional project line item costs have been added. to 
the subtotals to budget for contingency, abatement design, testing, construction administration 
and professional consulting fees. 

mica12 Bedroom Floor Plan: 

Wood Ext. Door 
Casing & Trim 

Wood Ext. Fascia 

TOTAL 

TyrGcal3 Bedroom Floor Plan: 

Wood Ext. Door 
Casing & Trim 

Wood Ext. Fascia 

Wood Ext. Upper 
Trim 

Wood Ext. 
Window Trim 

TOTAL 

20 LF 

3 EA 

44 LF 

22 LF 

40 LF 

$85 

$495 

$320 

$900 

$360 

: 
.genqji :’ : :. . :. 

m 

- 

$500 1 
.:: ,. : : .j : : ” 
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4.0 Lead-Based Paint Cost Estimate 
Cost estimates for LBP abatement are provided for each of the three typical housing unit floor 
plans (two, three and four bedroom floor plans). These cost estimates include those components 
identified in this report as having lead content above 1.0 mg/cm2 on one or more component 
surfaces. 

These LBP abatement costs are based on component removal and replacement. Removal and 
replacement costs are based on removal and disposal of the component by a LBP abatement 
contractor and replacement of the component by a general contractor. Component disposal costs 
are based on the likelihood that LBP architectural components will pass TCLP waste 
characterization testing and may be treated as non-hazardous waste for disposal. If certain LBP 
architectural components do not pass waste characterization testing, and must be treated as 
hazardous waste, than the budgetary cost estimate for component removal must be increased to 
take into account for hazardous waste handling, storage, transportation and disposal fees. 

The following cost estimate subtotals represent contractor bid and include labor, overhead, 
materials, insurance, disposal costs, etc. Additional project line item costs have been added to 
the subtotals to budget for contingency, abatement design, testing, construction administration 
and professional consulting fees. 

Typical 2 Bedroom Floor Plan: 

Vinyl Baseboard 

Wood Ext. Door 
Casing & Trim 

Wood Ext. Fascia 

TOTAL 

3EA $lOO/EA 

40 LF $5/LF 

Typical 3 Bedroom Floor Plan: 

Wood Ext. Door 3 EA $100/EA 
Casing & Trim 

Wood Ext. Fascia 44 LF $5/LF 

Wood Ext. Upper 22 LF $5/LF 
Trim 

Wood Ext. 40 LF $5/LF 
Window Trim 

TOTAL 

CIUSERIIPROJECTlI50IA251LBPRPT.OOC 

$65/EA 

$3/LF 

$65/EA 

$3/LF 

$2/LF 

$4!LF 

9 

$495 

$320 

$900 

$495 

$350 

$J55 

$360 

$1,500 

••••..•.••• j~~~~ ••••••••••••.• 
• . <:;<!llsunlilt< •• ·····Fees······· 

$135 $500 $500 $2,035 

$225 $500 $500 $2.,725 



Twical4 Bedroom Floor Plan: 

LBP Conqjtin&t’ 
Description. 

Vinyl .Baseboard 

Wood Ext. Door 
Casing & Trim 

Wood Ext. Fascia 

Wood Ext. Upper 
Trim 

Wood Ext. 
Window Trim 

TOTAL 

48 LF 

24 LF 

40 LF 

: gt&iIoval 
:,unit CoSt 

‘: 

‘. : 

$S/LF 

$lSO/EA 

$S/LF 

$5/LF 

$5/LF 

$;/LF : 

$65/EA 

$3/LF 

$ZILF 

$4/LF 

-coatin; 
gency 

:Dh$ign. 
-- 
TO@J 
cost 
.Est.. 

a 
$85 

$495 

-- 

$385 

$170 

$360 

$1,495 j $225 1 $500 1 $500 ) $2,720 

These costs are based on larger, multi-unit abatement projects. As the size of the project 
becomes smaller, minimum mobilization and minimum project design/administration costs are 
necessary, thus costs would increase if the work is divided into small projects. 

Encapsulation using a liquid-applied coating (with or without reinforcement material) or an 
adhesively bonded covering material can offer safe and effective control of LBP as an alternative 
to component removal and replacement. Encapsulants can be applied with only a moderate 
degree of training and, unless there is significant surface deterioration, may generate lower 
amounts dusts during implementation than other LBP control strategies. However, if the 
encapsulant system fails, repairing the damage, as well as covering the exposed LBP surface, 
may result in high maintenance costs. 
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Typical 4 Bedroom Floor Plan: 

Wood Ext. Door 3 EA $150/EA $65/EA $495 
Casing & Trim 

Wood Ext. Fascia 48 LF $5/LF $3/LF $385 

Wood Ext. Upper 24 LF $5/LF $2/LF $170 
Trim 

Wood Ext. 40 LF $5/LF $4/LF $360 
Window Trim 

TOTAL $1,495 $225 $500 $500 $2,720 

These costs are based on larger, multi-unit abatement projects. As the size of the project 
becomes smaller, minimum mobilization and minimum project design/administration costs are 
necessary, thus costs would increase if the work is divided into small projects. 

Encapsulation using a liquid-applied coating (with or without reinforcement material) or an 
adhesively bonded covering material can offer safe and effective control of LBP as an alternative 
to component removal and replacement. Encapsulants can be applied with only a moderate 
degree of training and, unless there is significant surface deterioration, may generate lower 
amounts dusts during implementation than other LBP control strategies. However, if the 
encapsulant system fails, repairing the damage, as well as covering the exposed LBP surface:, 
may result in high maintenance costs. 
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Appendix A --- Summary of XRF Inspection Results (Componlent 
Type Report) 
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APPENDIX A 
Summary of XRF Inspection Results (Component-Type Report) 

Naval Family Housing at Poinciana Plaza, Key West, FL 

: ,iTh&li:. b: ;. . . : .’ l?m!-Iy&: ,;: j 1;: : qqY~Lir!@!~: 

Cdmponent.T@e, .‘I r :: :,:. j : : ;. :, 
: ..&. j : : .~.,?;&&er 

: .:. lilpierc+. :: .: Ntiitib~ti. ! : &-cent 

: :. : .::;i.,Ij :~:e~~~~.ngsi.:i.:j:l:::,:. :; g..;;;i :j~i,::Iij;:j,~I:j...: .:: 
Cementitous/Gypsum Ceilings 

. 
704 0 0 ---- ---- 

CementitousIGypsum Walls 782 0 0 ---- ---- 

Wood Baseboards 477 0 0 ---- ---- 
Vinvl Rasehoards 7.3* 5 38 - - 
1 Negative 

Negative 
Negative 
Negative 
Negative 
Negative 
Negative 

Negative 
Negative 
Negative 
Negative 
Negative 
Negative 
Positive 
Negative 
Positive 
Negative 
Negative 

6 28 I I / I i 
wnon Sofflts I 178 0 I 0 ---- ---- 1 128 1 100 

t y1 . ..I.....--- "rr-_ 

__- - ___. - --- I 
C~mmtitnnr I Inner Facings 51 0 0 ---- ---- 51 

.anzs 57 0 0 ---- ---- 1 27 
. - 

Wood Siding/Overh _ I I I 
Wnod Window Trim 28* 1 23 1 82 I - I - I 5 

- ”  . . - .1_ -  “ - - . - o -  - . - -  - -  _- 

Metal A/C Line Covers 49 0 (j ---- ---- 49 100 
Wood Upper Trim 31* 1 3.2 - - 30 96.8 
yellow pprkinv Strin R* 8 100 - - 0 0 ------e----r 

Red Curb 

Red Manhole Cover 
White Crosswalk . . . . . - -. - I_ --. - 

Yellow Basketball Goal 
Blue Basketball Goal 

I I I --- I I I I 

8* 0 0 ---- ---- 8 I 100 Negative 1 I 

8” I 8 1 100 1 - 1 - 1 0 I O 
---- ---- 8 100 I 

I 
II* 

I 
0 I 

I 
0 

I 1 

Iqg.$gq 

1* I 0 0 / ____ 1 ____ 1 1 100 I Negative I 
I 1* I 0 0 ---- ---- 1 100 Negative 

A minimum of 40 components of this type were not tested because either enough components were tested to classify this component type as positcve, or less than 40 
components of this type exist at the site. 

FINAL LBP CLASSIFICATIONS ARE DEFINED AS FOLLOWS: 

Positive: Lead is present at or above the HUD standard of 1 .O mg/cm’ on one or more of the components. 
Negative: Lead is not present on any of the components at or above the HUD standard of 1 .O mg/cn?. (Note: Lead may still be present in lower concentrations and 

hazardous dust may be generated during disturbance of painted surfaces). 
KEY: 
No. = number 
Class. = classification 

mg/cm2 = milligrams per square centimeter 
AK = air conditioning 

HUD = Dept. of Housing and Urban Development 
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Cementitous/Gypsum Ceilings 

Cementitous/Gypsum Walls 

Wood Baseboards 

Vinyl Baseboards 

Wood Doors 

Wood Door Casings 

Wood Shelves 

Wood She1fSupports 

Wood Cabinets 

Wood Counters 

Wood HandraillBaluster 
components 
Wood Stair components 

Wood Attic Panels 

Wood Attic Panel Frames 

Wood Window Sills 

Wood Window Aprons 

Metal Access Panels 

Wood Exterior Door Casings 

Concrete Thresholds 

Wood Exterior Door Trim 

Concrete Patio Fences 

Concrete Fence Inlays 

Wood Fascias 

Wood Soffits 

Cementitous Upper Facings 

Wood Siding/Overhangs 

Wood Window Trim 

Concrete Storage Roofs 

Metal AlC Line Covers 

Wood Upper Trim 

Yellow Parking Strip 

Red Curb 

Red Manhole Cover 

White Crosswalk 

Yellow Basketball Goal 

Blue Basketball Goal 

.~ 

APPENDIX A 
Summary of XRF Inspection Results (Component-Type Report) 

Naval Family Housing at Poinciana Plaza, Key West, FL 
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704 0 0 704 100 
782 0 0 782 100 
477 0 0 477 100 
13* 5 38 8 62 
599 0 0 599 100 
576 0 0 576 100 
267 0 0 267 100 
269 0 0 269 100 
78 0 0 78 100 
50 0 0 50 100 
193 0 0 193 100 

208 0 0 208 100 
51 0 0 51 100 
51 0 0 51 100 
53 0 0 53 100 
53 0 0 53 100 
46 0 0 46 100 
128 123 96.1 5 3.9 
96 0 0 96 100 
101 84 83 17 17 
101 0 0 101 100 
44 0 0 44 100 
128 92 72 36 28 
128 0 0 128 100 
51 0 0 51 100 
57 0 0 27 100 

28* 23 82 5 18 
50 0 0 50 100 
49 0 0 49 100 
31* 1 3.2 30 96.8 
8* 8 100 0 0 
8* 0 0 8 100 
8* 8 100 0 0 
8* 0 0 8 100 
1* 0 0 100 
1* 0 0 100 

. .......... 

········Fi.nal .¢,~~~jt:i¢~(iOD .. 
Negative 

Negative 

Negative 

Positive 
Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Negative 

Positive 
Negative 

Positive 
Negative 

Negative 

Positive 
Negative 
Negative 

Negative 

Positive 
Negative 

Negative 

Positive 
Positive 
Negative 

Positive 
Negative 

Negative 
Negative 

A minimum of 40 components of this type were not tested because either enough components were tested to classify this component type as positive, or less than 40 
components of this type exist at the site. 

FINAL LBP CLASSIFICATIONS ARE DEFINED AS FOLLOWS: 

Positive: Lead is present at or above the HUD standard of 1.0 mg/cm2 on one or more of the components. 
Negative: Lead is not present on any of the components at or above the HUD standard of 1.0 mg/crr!. (Note: Lead may still be present in lower concentrations and 

hazardous dust may be generated during disturbance of painted surfaces). 

No. = number 
Class. = classification 

mg/cm2 = milligrams per square centimeter 
AlC = air conditioning 
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HUD = Dept. of Housing and Urban Development 



Appendix 6 --- Individual Unit LBP Inspection Reports 
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Appendix B --- Individual Unit LBP Inspection Reports 
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2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Bath I 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

,-w, 24 Mech Closet 
25 Mech Closet 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Living 1 
34 Living 1 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Stair/Hail 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
B 
B 
B 
A 

D 
D 
D 
B 
A 
D 

C 
B 
A 
A 

C 
A 
C 
C 
B 
B 

D 
A 
A 
C 
A 
A 
A 

C 
C 
B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 
Wall 
Baseboard 
Stairs 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 
L Lft 

u Lft 
Lft casing 

L Lft 
Rgt casing 

L Lft 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

Newel posl 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,.-a%, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1614A 

Read Room Paint Lead 
,-‘-‘\_ No. Name Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

1 CALIBRATION Std 1 .o 
1.2 
1.2 
0.1 
0.0 
0.2 
0.0 
0.1 

-0.1 
0.3 
0.2 
0.1 
0.2 
0.1 
0.0 
0.2 
0.01 

-0.1 
0.0 
0.3 
0.0 
O.i! 
0.0 
0.3 
0.0 

-0.1 
0. I. 
0.0 
O.‘l 
0.3 
0.2 
0.2 

-O.‘l 
-O.‘l 
0.0 
0.0 
2.4 
0.1 
0.0 

-0.12 
0.0 
0.0 

-0.1 
0.4 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1614A 

Read Room Paint Lead 
No. Name WalI* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.2 Std 
3 CALIBRATION 1.2 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.2 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 D Wall U Ctr Gypsum Beige 0.1 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.3 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.1 OM 
15 Bath 1 D Wall U Rgt Gypsum Beige 0.0 OM 
16 Bath 1 D Door L Ctr L Lft Wood Beige 0.2. OM 
17 Bath 1 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
18 Bath 1 B Shelf L Ctr Wood Beige -0.1 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
20 Bath 1 D Baseboard L Lft Wood Beige O.::i OM 
21 Mech Closet Ceiling U Lft Gypsum Beige 0.0 OM 
22 Mech Closet C Wall L Lft Gypsum Beige 02 OM 
23 Mech Closet B Baseboard L Ctr Wood Beige 0.0 OM 
24 Mech Closet A Door L Ctr L Lft Wood Beige 0.3 OM 
25 Mech Closet A Door L Ctr Rgt casing Wood Beige 0.0 OM 
26 Kitchen Ceiling U Lft Gypsum Beige -0.1 OM 
27 Kitchen C Wall U Ctr Gypsum Beige 0.1. OM 
28 Kitchen A Baseboard L Rgt Wood Beige 0.0 OM 
29 Kitchen C Door L Ctr U Lft Wood Beige 0:1 OM 
30 Kitchen C Door L Ctr Lft casing Wood Beige 0.3 OM 
31 Kitchen B Cabinet L Ctr Wood Beige 0.2 OM 
32 Kitchen B Counter L Ctr Wood Beige 0.2 OM 
33 Living 1 Ceiling U Lft Gypsum Beige -0:1 OM 
34 Living 1 D Wall U Rgt Gypsum Beige -0:1 OM 
35 Living 1 A Baseboard L Ctr Wood Beige 0.0 OM 
36 Living 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
37 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.4 OM 

38 Living 1 A Flight L Ctr Wood Beige 0.1 OM 

39 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 

40 Living 1 A Balust. Beam L Ctr Wood Beige -0.:2 OM 

41 Stair/Hall 2 Ceiling U Rgt Gypsum Beige 0.0 OM 

42 Stair/Hall 2 C Wall U Rgt Gypsum Beige 0.0 OM 

43 Stair/Hall 2 C Baseboard L Ctr Wood Beige -0.1 OM 
44 Stair/Hall 2 B Stairs L Lft Newel post Wood Beige 0.4 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt = Right QM = Quick Mode Supt = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1614A 

Page 2 of 3 

Read Room Paint Lead 
s,.--\ No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Bath 2 
59 Bath 2 
60 Bath 2 
61 Bath 2 
62 Bedroom 1 
63 Bedroom 1 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

, -7, 68 Bedroom 1 
69 Bedroom 2 
70 Bedroom 2 
71 Bedroom 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 3 
77 Bedroom 3 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bath 3 
86 Bath 3 
87 Bath 3 
88 Bath 3 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
B Stairs L Lft Balusters Wood 
B 

D 
D 
A 

C 
B 
B 

D 
C 
B 
A 
B 
B 

C 
B 
D 
D 
D 
C 

B 
B 
B 
B 
C 
C 
B 
B 

C 
C 
C 

Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 

L Ctr 
L Lft 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Ctr 
Rgt casing 

L Ctr 
Rgt casing 

L Ctr 
Lft casing 

L Rgt 
Rgt casing 

L Lft 
Lft casing 
Sill 
Apron 

L Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 

Beige 
Beige 
Brown 
Brown 
Brown 
Brown 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

-0.2 
0.3 
0.0 
0.2 
0.1 

-0.1 
-0.1 
0.0 

-0.1 
0.0 

-0.1 
0.0 

-0.1 
0.0 
0.3 
0.0 
0.0 

-0.1 
-0.1 
0.1 
0.0 
0.4 
0.0 
0.0 
0.1 

-0.3 
0.1 
0.2 
0.0 
0.0 
0.0 
o.ci 
0.3 
0.0 
0.2 
0.0 

-0.1 
0.2 

-0.1 
-0.1 
0.0 

-0. Ii 
-0.7 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,“-“--; L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1614A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Stairs L Lft Balusters I Wood Beige -0.2 OM 
46 Stair/Hall 2 B Balust. Beam L Ctr Wood Beige 0.3 OM 
47 Stair/Hall 2 Stairs L Lft Stringer Wood Brown 0.0 OM 
48 Stair/Hall 2 Stairs Riser Wood Brown 0.2 OM 
49 Stair/Hall 2 Stairs Tread Wood Brown 0.1 OM 
50 Stair/Hall 2 Railing L Ctr Railing Wood Brown -0.1 OM 
51 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige -0.1 OM 
52 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
53 Stair/Half 2 Attic Panel L Ctr Wood Beige -0.1 OM 
54 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
55 Stair/Hall 2 0 Door L Ctr L Ctr Wood Beige -0.1 OM 
56 Stair/Hall 2 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
57 Stair/Hall 2 A Access Panel L Ctr Metal Beige -0.1 OM 
58 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
59 Bath 2 C Wall L Lft Gypsum Beige 0.3 OM 
60 Bath 2 B Door L Ctr L Ctr Wood Beige 0.0 OM 
61 Bath 2 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
62 Bedroom 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
63 Bedroom 1 0 Wall U Rgt Gypsum Beige -0.1 OM 
64 Bedroom 1 C Baseboard L Ctr Wood Beige 0.1 OM 
65 Bedroom 1 B Door L Ctr L Ctr Wood Beige 0.0 OM 
66 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.4 OM 
67 Bedroom 1 B Shelf L Ctr Wood Beige 0.0 OM 
68 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
69 Bedroom 2 Ceiling L Lft Gypsum Beige 0.1 OM 
70 Bedroom 2 C Wall L Ctr Gypsum Beige -0.3 OM 
71 Bedroom 2 B Baseboard L Ctr Wood Beige 0.1 OM 
72 Bedroom 2 0 Door L Ctr L Rgt Wood Beige 0.2 OM 
73 Bedroom 2 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
74 Bedroom 2 0 Shelf L Ctr Wood Beige 0.0 OM 
75 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
76 Bedroom 3 Ceiling U Lft Gypsum Beige 0.0 OM 
77 Bedroom 3 B Wall L Lft Gypsum Beige 0.3; OM 
78 Bedroom 3 B Baseboard L Lft Wood Beige 0.0 OM 
79 Bedroom 3 B Door L Ctr L Lft Wood Beige 0.2 OM 
80 Bedroom 3 B Door L Ctr Lft casing Wood Beige 0.0 OM 
81 Bedroom 3 C Window L Ctr Sill Wood Beige -0.1 OM 
82 Bedroom 3 C Window L Ctr Apron Wood Beige 0.2 OM 
83 Bedroom 3 B Shelf L Ctr Wood Beige -0.1 OM 
84 Bedroom 3 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
85 Bath 3 Ceiling L Lft Gypsum Beige 0.0 OM 
86 Bath 3 C Wall U Rgt Gypsum Beige -0.11 OM 
87 Bath 3 C Door L Ctr L Lft Wood Beige -0:1 OM 
88 Bath 3 C Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1614A 

Page 3 of 3 

Read Room Paint Lead 
-“\ No. Name Wall’ Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

89 Bedroom 4 
90 Bedroom 4 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Stor. 1 
99 Stor. 1 

100 Stor. 1 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
1 IO Exterior A 
111 Exterior B 

.-\ 112 Exterior B 
113 Exterior B 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
I 18 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 

C 
B 
A 
A 
C 
C 
A 
B 

A 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Sofm 
U. Facing 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Overhang 
Patio Fence 
Stor. Roof 
Fascia 
Sofit 
Win. Frame 
U. Trim 
Siding 

u Lft 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L ctr 

u Lft I 
Lft casing I 
Sill I 
Apron I 

Lft casing I 

Lftcasing I 

P 
P 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

‘-F”‘y L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.2 QM 

-0.1 QM 
0.2 QM 
1.3 QM 
0.0 QM 

-0.3 QM 
3.1 QM 
2.3 QM 
0.1 QM 

-0.1 QM 
0.2 QM 

-0.1 QM 
0.3 QM 

-0.1 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
-0.2 QM 
-0.1 QM 
0.2 QM 

-0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
2.6 QM 
2.0 QM 
0.0 QM 
0.9 Std 
0.9 Std 
1.0 Std 
0.0 Std 
0.0 Std 
0.0 Std 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1614A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 4 Ceiling U Lft I Gypsum Beige -0.1 OM 
90 Bedroom 4 C Wall L Lft Gypsum Beige -0.1 OM 
91 Bedroom 4 B Baseboard L Rgt Wood Beige 0.1 OM 
92 Bedroom 4 A Door L Ctr U Lft Wood Beige 0.0 OM 
93 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.0 OM 
94 Bedroom 4 C Window L Ctr Sill Wood Beige 0.0 OM 
95 Bedroom 4 C Window L Ctr Apron Wood Beige 0.0 OM 
96 Bedroom 4 A Shelf L Ctr Wood Beige 0.3 OM 
97 Bedroom 4 B Shelf Supt. L Ctr Wood Beige 0.2 OM 
98 Stor. 1 Ceiling L Lft Concrete Beige -0.1 OM 
99 Stor. 1 A Wall U Ctr Concrete Beige 0.2 OM 

100 Stor. 1 B Ext. Door L Ctr Lft casing Wood White 1.3 OM 
101 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
102 Exterior A A Wall L Rgt Concrete Beige -0.3 OM 
103 Exterior A A Ext. Door L Ctr Lft casing Wood White 3.1 OM 
104 Exterior A A Door Trim L Ctr Wood White 2.3 OM 
105 Exterior A A Patio Fence L Ctr Concrete Beige 0.1 OM 
106 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
107 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.2 OM 
108 Exterior A A Fascia L Ctr Wood White -0.1 OM 
109 Exterior A A Soffit L Ctr Wood White 0.3 OM 
110 Exterior A A U.Facing L Ctr Concrete Beige -0.1 OM 
111 Exterior B B Wall L Ctr Concrete Beige 0.2 OM 
112 Exterior B B Fascia L Ctr Wood White 0.0 OM 
113 Exterior B B Soffit L Ctr Wood White -0.1 OM 
114 Exterior C C Wall L Lft Concrete Beige -0.2 OM 
115 Exterior C C Door Trim L Ctr Wood White -0.1 OM 
116 Exterior C C Overhang L Ctr Wood Beige 0.2 OM 
117 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
118 Exterior C C Stor. Roof L Ctr Concrete Beige 0.2 OM 
119 Exterior C C Fascia L Ctr Wood White 0.0 OM 
120 Exterior C C Soffit L Ctr I Wood White 0.0 OM 
121 Exterior C C Win. Frame L Ctr P Wood Beige 2.6 OM 
122 Exterior C C U. Trim L Ctr P Wood Beige 2.0 OM 
123 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
124 CALIBRATION 0.9 Std 
125 CALIBRATION 0.9 Std 
126 CALIBRATION 1.0 Std 
127 CALIBRATION 0.0 Std 
128 CALIBRATION 0.0 Std 
129 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Salust. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM :: Quick Mode Supt. = Support 

Std :: 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1615D 

Page 1 of 3 

Read Room Paint Lead 
,~---\ No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
II Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

,i”\ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
3.5 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
D 
D 
D 
C 

cl 
D 
D 

A 
C 
D 
D 

B 
I3 
B 
B 
A 
A 

A 
D 
A 
A 

B 
C 

A 
D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Rgt 
L Lft 

L Lft 
Lft casing 

L Lft 
Lft casing 

U Rgt 
Rgt casing 

L Ctr 
Rgt casing 

u Lft 
Rgt casing 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Rgt casing 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 

I ..J 

1.2 
1.1 
0.2 
0.0 
0.0 
0.0 

-0.1 
0.0 
0.0 

-0.1 
-0.1 
-0.1 
0.0 
0.3 
0.0 
0.0 
0.1 
0.2 

-0.1 
0.1 
0.1 

-0.1 
0.0 
0.1 

-0.1 
-0.1 
-0.1 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.3 
0.0, 

-0.1 
0.0 
0.0 
0.0 

-0.1 
0.1 

-0.1 
O.S! 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,.“‘a\ L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16150 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.3 Std 
2 CALIBRATION 1.2 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.2 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 B Wall L Lft Gypsum Beige -0.1 OM 
9 Hall 1 D Baseboard L Rgt Wood Beige 0.0 OM 

10 Hall 1 D Door L Ctr L Lft Wood Beige 0.0 OM 
11 Hall 1 D Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 D Shelf L Ctr Wood Beige -0.1 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 D Wall L Rgt Gypsum Beige 0.3 OM 
16 Bath 1 D Door L Ctr L Lft Wood Beige 0.0 OM 
17 Bath 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.1 OM 
19 Mech Closet A Wall L Lft Gypsum Beige 0.2 OM 
20 Mech Closet C Baseboard L Ctr Wood Beige -0.1 OM 
21 Mech Closet D Door L Ctr U Rgt Wood Beige 0.1 OM 
22 Mech Closet D Door L Ctr Rgt casing Wood Beige 0.1 OM 
23 Kitchen Ceiling U Lft Gypsum Beige -0.1 OM 
24 Kitchen B Wall U Lft Gypsum Beige 0.0 OM 
25 Kitchen B Baseboard L Lft Wood Beige 0.1 OM 
26 Kitchen B Door L Ctr L Ctr Wood Beige -0.1 OM 
27 Kitchen B Door L Ctr Rgt casing Wood Beige -0.1 OM 
28 Kitchen A Cabinet L Ctr Wood Stain -0.1 OM 
29 Kitchen A Counter L Ctr Wood Stain 0.0 OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
31 Living 1 A Wall U Rgt Gypsum Beige 0.0 OM 
32 Living 1 0 Baseboard L Rgt Wood Beige 0.0 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
34 Living 1 A Door L Ctr Rgt casing Wood Beige 0.0 OM 
35 Stair/Hall 2 Ceiling U Lft Gypsum Beige 0.3 OM 
36 Stair/Hall 2 B Wall U Rgt Gypsum Beige 0.0 OM 
37 Stair/Hall 2 C Baseboard L Rgt Wood Beige -0.1 OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
41 Stair/Half 2 Railing L Ctr Railing Wood Stain -0.1 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.1 OM 
43 Stair/Hall 2 0 Door L Ctr U Lft Wood Beige -0.1 OM 
44 Stair/Hall 2 0 Door L Ctr Rgt casing Wood Beige 0.2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center SId = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1615D 

Read 
/ _ i-., No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

_.-^ll 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

B 
B 

C 
C 
C 

C 
A 
A 
A 
C 
C 

B 
B 
A 
A 

A 
D 
D 
D 
A 
A 

A 
B 
D 
D 
C 
D 

D 
D 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lfi 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

L Lft 
Lft casing 

L Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

pZE!J 
i -“’ L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 0.2 
Beige -0.1 
Beige -0.1 
Beige 0.3 
Beige 0.4 
Beige -0.1 
Beige 0.0 
Beige 0.1 
Beige 0.0 
Beige 0.3 
Beige 0.1 
Beige -0.1 
Beige 0.2 
Beige 0.0 
Beige -0.1 
Beige -0.1 
Beige 0.0 
Beige 0.0 
Beige -0.1 
Beige 0.0 
Beige -0.1 
Beige 0.0 
Beige 0.1 
Beige 0.0 
Beige -0.1 
Beige 0.2 
Beige 0.2 
Beige 0.0 
Beige 0.3 
Beige 0.1 
Beige -0.1 
Beige 0.4. 
Beige 0.0 
Beige 0.0 
Beige 0.1 
Beige 0.2 
White 1.6 
Grey -O.‘i 

Grey 0.0 
Grey 0.0 
White 2.8 

White 1 21 

Grey O.‘I 
White 0.0 

Cov. = Cover 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cmZ = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16150 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige -0.1 OM 
48 Bath 2 C Wall L Rgt Gypsum Beige 0.3 OM 
49 Bath 2 C Door L Ctr L Lft Wood Beige 0.4 OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige -0.1 OM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
52 Bedroom 1 C Wall U Rgt Gypsum Beige 0.1 OM 
53 Bedroom 1 A Baseboard L Ctr Wood Beige 0.0 OM 
54 Bedroom 1 A Door L Ctr L Lft Wood Beige 0.3 OM 
55 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.1 OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige -0.1 OM 
57 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
58 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
59 Bedroom 2 B Wall U Lft Gypsum Beige -0.1 OM 
60 Bedroom 2 B Baseboard L Ctr Wood Beige -0.1 OM 
61 Bedroom 2 A Door L Ctr U Lft Wood Beige 0.0 OM 
62 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
63 Closet 1 Ceiling L Lft Gypsum Beige -0.1 OM 
64 Closet 1 A Wall U Rgt Gypsum Beige 0.0 OM 
65 Closet 1 0 Baseboard L Rgt Wood Beige -0.1 OM 
66 Closet 1 0 Door L Ctr L Lft Wood Beige 0.0 OM 
67 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
68 Closet 1 A Shelf L Ctr Wood Beige 0.0 OM 
69 Closet 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0.2 OM 
71 Closet 2 A Wall U Rgt Gypsum Beige 0.2. OM 
72 Closet 2 B Baseboard L Ctr Wood Beige 0.0 OM 
73 Closet 2 0 Door L Ctr L Lft Wood Beige 0.3 OM 
74 Closet 2 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
75 Closet 2 C Shelf L Ctr Wood Beige -0.1 OM 
76 Closet 2 0 Shelf Supt. L Ctr Wood Beige 0.4 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.0 OM 
78 Closet 2 Panel Frame L Ctr Wood Beige 0.0 OM 
79 Stor. 1 Ceiling L Rgt Concrete Beige 0.1 OM 
80 Stor. 1 0 Wall U Ctr Concrete Beige 02 OM 
81 Stor. 1 0 Ext. Door L Ctr Lft casing Wood White Hi OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Grey -O:i OM 
83 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
84 Exterior A A Wall L Rgt Concrete Grey 0.0 OM 
85 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.6 OM 
86 Exterior A A Door Trim L Ctr Wood White 1.H OM 
87 Exterior A A Patio Fence L Ctr Concrete Grey 0.'1 OM 
88 Exterior A A Fence Inlay L Ctr Concrete White 0.0 OM 

'Used to designate from Which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1615D 

Page 3 of 3 

Read Room Paint Lead 
I-=’ No. Name 

89 Exterior A 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
A A/C Line Cov. L Ctr I Metal Grey -0.1 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior D D 
95 Exterior D D 
96 Exterior D D 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Stor. Roof 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Wall 
Wall 
Door Trim 
Threshold 
Patio Fence 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 

I Concrete 
I Wood 
I Wood 
I Concrete 
I Wood 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 

Grey 
White 
White 
Grey 
White 
White 
Grey 
Grey 
White 
Grey 
Grey 

0.0 
0.2 
0.2 

-0.1 
0.3 
0.1 

-0.1 
-0.1 
1.0 

-0.1 
0.1 
0.8 
1.0 
0.9 
0.0 
0.2 

-0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

&ITJ 
,“*-\ L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16150 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Grey -0.1 OM 
90 Exterior A A Stor. Roof L Ctr Concrete Grey 0.0 OM 
91 Exterior A A Fascia L Ctr Wood White 0,2 OM 
92 Exterior A A Soffit L Ctr Wood White 0,2 OM 
93 Exterior A A U. Facing L Ctr Concrete Grey -0,1 OM 
94 Exterior D D Fascia L Ctr Wood White 0.3 OM 
95 Exterior D D Soffit L Ctr Wood White 0.1 OM 
96 Exterior D D Wall U Rgt Concrete Grey -0.1 OM 
97 Exterior C C Wall L Rgt Concrete Grey -0.1 OM 
98 Exterior C C Door Trim L Ctr Wood White 1.0 OM 
99 Exterior C C Threshold L Ctr Concrete Grey -0.1 OM 

100 Exterior C C Patio Fence L Ctr Concrete Grey 0.1 OM 
101 CALIBRATION 0.8 Std 
102 CALIBRATION 1.0 Std 
103 CALIBRATION 0,9 Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0.2 Std 
106 CALIBRATION -0.1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1616C 

Page 1 of 3 

Read Room Paint Lead 
“‘-=-’ No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall I 
9 Hail 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,<, 2, \ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 

Ceiling L Lft Gypsum 
B Wall u Lft Gypsum 
B Baseboard L Lft Wood 
D Door L Ctr L Lft Wood 
D Door L Ctr Lft casing Wood 
B Shelf L Ctr Wood 
C Shelf Supt. L Ctr Wood 

Ceiling L Lft Gypsum 
B Wall u Lft Gypsum 
D Door L Ctr u Lft Wood 
D Door L Ctr Rgt casing Wood 
A Shelf L Ctr Wood 
A Shelf Supt. L Ctr Wood 

Ceiling u Lft Gypsum 
C Wall U Rgt Gypsum 
C Baseboard L Ctr Wood 
D Door L Ctr L Lft Wood 
D Door L Ctr Lft casing Wood 

Ceiling L Lft Gypsum 
C Wall u Lft Gypsum 
C Baseboard L Rgt Wood 
B Door L Ctr L Lft Wood 
B Door L Ctr Lft casing Wood 

Ceiling L Rgt Gypsum 
B Wall u Lft Gypsum 
B Baseboard L Ctr Wood 
C Door L Ctr U Rgt Wood 
A Door L Ctr Lft casing Wood 
D Cabinet L Ctr Wood 
D Counter L Ctr Wood 

37 Living Ceiling L Rgt Gypsum 
38 Living C Wail U Rgt Gypsum 
39 Living C Baseboard L Ctr Wood 
40 Living A Door L Ctr u Lft Wood 
41 Living A Door L Ctr Lft casing Wood 
42 Living A Flight L Ctr Wood 
43 Living 1 A U. Molding L Ctr Wood 
44 Living 1 A Balust. Beam L Ctr Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.9 
1.1 
1.0 
0.2 
0.0 

-0.1 
0.0 
0.0 
0.0 
0.1 

-0.1 
0.0 

-0.1 
0.2 
0.0 
0.2 
0.0 

-0.1 
0.1 

-0.1 
-0.2 
0.1 
0.0 
0.3 
0.2 

-0.2 
-0.1 
0.0 
0.0 
0.2 

-0.3, 
0.2 
O.Cl 
0.1 
0.0 
0.1 

-0.1 
0.0 
0.0 
O.^i 

0.0 

0.l 

O.‘l 
-0.3 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

/..‘.‘\ KEY 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1616C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode -1 CALIBRATION 0.9 Std 

2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.2 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION -0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 B Wall U Lft Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Lft Wood Beige 0.0 OM 

10 Hall 1 0 Door L Ctr L Lft Wood Beige 0.1 OM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.2 OM 
15 Bath 1 B Wall U Lft Gypsum Beige 0.0 OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.2 OM 
17 Bath 1 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
18 Bath 1 A Shelf L Ctr Wood Beige -0.1 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling U Lft Gypsum Beige -0.1 OM 
21 Closet 1 C Wall U Rgt Gypsum Beige -0.2 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige 0.1 OM 
23 Closet 1 0 Door L Ctr L Lft Wood Beige 0.0 OM 
24 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.3 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0.2 OM 
26 Mech Closet C Wall U Lft Gypsum Beige -0.2 OM 
27 Mech Closet C Baseboard L Rgt Wood Beige -0.1 OM 
28 Mech Closet B Door L Ctr L Lft Wood Beige 0.0 OM 
29 Mech Closet B Door L Ctr Ut casing Wood Beige 0.0 OM 
30 Kitchen Ceiling L Rgt Gypsum Beige 0.2 OM 
31 Kitchen B Wall U Lft Gypsum Beige -0.3- OM 
32 Kitchen B Baseboard L Ctr Wood Beige 0.2 OM 
33 Kitchen C Door L Ctr U Rgt Wood Beige 0.0 OM 
34 Kitchen A Door L Ctr Lft casing Wood Beige 0.1 OM 
35 Kitchen D Cabinet L Ctr Wood Stain 0.0 OM 
36 Kitchen D Counter L Ctr Wood Stain 0.1 OM 
37 Living 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
38 Living 1 C Wall U Rgt Gypsum Beige 0.0 OM 
39 Living 1 C Baseboard L Ctr Wood Beige 0.0 OM 
40 Living 1 A Door L Ctr U Lft Wood Beige O:i OM 
41 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
42 Living 1 A Flight L Ctr Wood Beige 0:1 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0:1 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige -0.3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. 8. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgfcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1616C 

Page 2 of 3 

Read 
/ji-” No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

T-1.. 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom I 
66 Bedroom 1 
67 Bedroom 1 
68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 3 
88 Bedroom 3 

A 
B 
C 
C 
C 

A 
A 

A 
B 
B 

D 
D 
C 
C 
D 

C 
C 
B 
B 
A 
A 

C 
C 
A 
A 
C 
C 
A 
A 

A 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

L Lft 
U Rgt 
L Lff 
L Lft 
L Lft 
L Ctr 
L Lft 

L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 

Newel post 
Balusters 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Ctr 
Lft casing 

L Lft 
Rgt casing 

L Lft 
Lft casing 

L Lft 
Lft casing 

L Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.0 QM 
0.1 QM 

-0.1 QM 
0.2 QM 
0.2 QM 
0.3 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
-0.2 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
o.ci QM 

-0.1 QM 
-0.2 QM 
0.0 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.2 QM 

-O.'l QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.l QM 
0.0 QM 
0.0 QM 
0.4 QM 
0.0 QM 

-0. '1 QM 
0.4 QM 

-0.1 QM 
0.13 QM 
O.'O QM 

-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1616C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Lft I Gypsum Beige 0.0 OM 
46 Stair/Hall 2 A Wall U Rgt Gypsum Beige 0.1 OM 
47 Stair/Hall 2 B Baseboard L Lft Wood Beige -0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.2 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.2 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.3 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain -0.1 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
54 Stair/Hall 2 Railing L Lft Railing Wood Stain -0.1 OM 
55 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige -0.2 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.2 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
59 Stair/Hall 2 A Door L Ctr L Ctr Wood Beige 0.0 OM 
60 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
61 Bath 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
62 Bath 2 A Wall U Rgt Gypsum Beige 0.0 OM 
63 Bath 2 B Door L Ctr L Lft Wood Beige -0.1 OM 
64 Bath 2 B Door L Ctr Rgt casing Wood Beige 0.2. OM 
65 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
66 Bedroom 1 0 Wall L Lft Gypsum Beige -0.1 OM 
67 Bedroom 1 0 Baseboard L Ctr Wood Beige -0.2 OM 
68 Bedroom 1 C Door L Ctr L Lft Wood Beige 0.0 OM 
69 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.3 OM 
70 Bedroom 1 0 Access Panel L Ctr Metal Beige 0.0 OM 
71 Closet 2 Ceiling L Lft Gypsum Beige -0.1 OM 
72 Closet 2 C Wall L Rgt Gypsum Beige 0.2 OM 
73 Closet 2 C Baseboard L Ctr Wood Beige -0.'1 OM 
74 Closet 2 B Door L Ctr L Lft Wood Beige 0.'1 OM 
75 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
76 Closet 2 A Shelf L Ctr Wood Beige 0.0 OM 
77 Closet 2 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
78 Bedroom 2 Ceiling U Lft Gypsum Beige -0:1 OM 
79 Bedroom 2 C Wall U Rgt Gypsum Beige 0.0 OM 
80 Bedroom 2 C Baseboard L Ctr Wood Beige 0.0 OM 
81 Bedroom 2 A Door L Ctr L Lft Wood Beige 0.4 OM 
82 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
83 Bedroom 2 C Window L Ctr Sill Wood Beige -0.1 OM 
84 Bedroom 2 C Window L Ctr Apron Wood Beige 0.4 OM 
85 Bedroom 2 A Shelf L Ctr Wood Beige -0.1 OM 
86 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
87 Bedroom 3 Ceiling L Rgt Gypsum Beige 0.0 OM 
88 Bedroom 3 A Wall U Rgt Gypsum Beige -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgfcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1616C 

Page 3 of 3 

Read 
rr’-xi’ No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Stor. 1 
97 Stor. 1 
98 Stor. 1 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior C 
110 Exterior C 
111 Exterior C 

,a-~ 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
II 7 Exterior C 
118 Exterior C 
119 CALIBRATION 
120 CALIBRATION 
121 CALIBRATION 
122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 

A 
A 
A 
C 
C 
A 
A 

C 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Rgt 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Wall L Rgt 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cov. L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Wall L Rgt 
Door Trim L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

I 
u Lft I 
Lft casing I 
Sill I 
Apron I 

Lft casing I 

Lft casing I 

P 

P 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Green 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 

0.0 QM 
0.0 QM 
0.1 QM 

-0.2 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
1.9 QM 

-0.2 QM 
-0.1 QM 
3.6 QM 
3.6 QM 
0.2 QM 

-0.2 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.4 QM 
0.1 QM 
3.5 QM 
4.7 QM 
0.0 QM 

-0.1 QM 
1.0 QM 
0.0 QM 

-0.3 QM 
0.0 QM 
1.2 Std 
0.9 Std 
0.9 Std 

-0.1 Std 
0.0 Std 
0.2 Ski 

<’ “, 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1616C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 A Baseboard L Ctr I Wood Beige 0.0 OM 
90 Bedroom 3 A Door L Ctr U Lft Wood Beige 0.0 OM 
91 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.1 OM 
92 Bedroom 3 C Window L Ctr Sill Wood Beige -0.2 OM 
93 Bedroom 3 C Window L Ctr Apron Wood Beige 0.2 OM 
94 Bedroom 3 A Shelf L Ctr Wood Beige 0.0 OM 
95 Bedroom 3 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
96 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
97 Stor. 1 C Wall U Rgt Concrete Beige 0.0 OM 
98 Stor. 1 0 Ext. Door L Ctr Lft casing Wood Green 1.9 OM 
99 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.2 OM 

100 Exterior A A Wall L Rgt Concrete Beige -0.1 OM 
101 Exterior A A Ext. Door L Ctr Lft casing Wood White 3.6 OM 
102 Exterior A A Door Trim L Ctr Wood White 3.6 OM 
103 Exterior A A Patio Fence L Ctr Concrete Beige 0.2 OM 
104 Exterior A A Fence Inlay L Ctr Concrete White -0.2 OM 
105 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.1 OM 
106 Exterior A A Fascia L Ctr Wood White 0.2 OM 
107 Exterior A A Soffit L Ctr Wood White 0.0 OM 
108 Exterior A A U.Facing L Ctr Concrete Beige 0.0 OM 
109 Exterior C C Fascia L Ctr P Wood White 0.4 OM 
110 Exterior C C Soffit L Ctr I Wood White 0.1 OM 
111 Exterior C C Win. Frame L Ctr Wood Beige 3.5 OM 
112 Exterior C C U. Trim L Ctr Wood Beige 4.7 OM 
113 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
114 Exterior C C Wall L Rgt I Concrete Beige -0.1 OM 
115 Exterior C C Door Trim L Ctr P Wood Beige 1.0 OM 
116 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
117 Exterior C C Patio Fence L Ctr Concrete Beige -0.3 OM 
118 Exterior C C Stor. Roof L Ctr Concrete Beige 0.0 OM 
119 CALIBRATION 1.2 Std 
120 CALIBRATION 0.9 Std 
121 CALIBRATION 0.9 Std 
122 CALIBRATION -0.1 Std 
123 CALIBRATION 0.0 Std 
124 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lt!. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1617A 

Page 1 of 3 

Read Room Paint Lead 
“-< No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,’ . 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 
45 Stair/Hall 2 

1.0 Std 
1.0 Std 
1 .o Std 
0.0 Std 
0.2 Std 
0.1 Std 
0.0 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.3 QM 

-0.1 QM 
0.2 QM 
0.2. QM 

-0.3 QM 
0.3 QM 
0.3 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 

-0.1: QM 
O.lj QM 
0.3 QM 
0.2 QM 
0. ‘I QM 
0.0 QM 

-O.‘l QM 
0.0 QM 
0.0 QM 
0.l QM 
0.:3 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.2 QM 
0.3 QM 
1.8 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 

D 
B 
B 
B 
B 
C 

B 
D 
D 
A 
A 

C 
C 
D 
D 

C 
D 
B 
B 

D 
B 
C 
C 
D 
D 

C 
D 
A 
C 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 

u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 

u Lft 
Lft casing 

u Lfi 
Lfi casing 

U Rgt 
Rgt casing 

u Lft 
LfI casing 

L Ctr 
Lft casing 

U Ctr 
Lfi casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

‘_-‘, KEY 

L = Lower 

U = Upper 

I = intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pagl= 1 of 3 
KEY WEST, FL 
UNIT 1617A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling U Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige -0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
12 Hall 1 B Shelf L Ctr Wood Beige -0.1 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Rgt Gypsum Beige 0.2. OM 
15 Bath 1 B Wall U Lft Gypsum Beige -0.3, OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.3 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.2. OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.3 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige -0.1 OM 
21 Closet 1 C Wall U Rgt Gypsum Beige 0.1 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige -0.1: OM 
23 Closet 1 0 Door L Ctr U Rgt Wood Beige 0.1 OM 
24 Closet 1 0 Door L Ctr Rgt casing Wood Beige O.~\ OM 
25 Mech Closet Ceiling U Lft Gypsum Beige 02 OM 
26 Mech Closet C Wall U Rgt Gypsum Beige 0:1 OM 
27 Mech Closet 0 Baseboard L Ctr Wood Beige 0.0 OM 
28 Mech Closet B Door L Ctr U Lft Wood Beige -0:1 OM 
29 Mech Closet B Door L Ctr Lft casing Wood Beige 0.0 OM 
30 Kitchen Ceiling L Rgt Gypsum Beige 0.0 OM 
31 Kitchen D Wall U Ctr Gypsum Beige 0:1 OM 
32 Kitchen B Baseboard L Ctr Wood Beige 0.:3 OM 
33 Kitchen C Door L Ctr L Ctr Wood Beige 0.:3 OM 
34 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Kitchen 0 Cabinet L Ctr Wood Stain -0.1 OM 
36 Kitchen D Counter L Ctr Wood Stain 0.0 OM 
37 Living 1 Ceiling U Lft Gypsum Beige -0.1 OM 
38 Living 1 C Wall L Ctr Gypsum Beige 0.1 OM 
39 Living 1 0 Baseboard L Ctr Wood Beige 0 .. 2 OM 
40 Living 1 A Door L Ctr U Ctr Wood Beige 0.3 OM 
41 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.8 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.0 OM 
45 Stair/Hall 2 Ceiling L Rgt Gypsum Beige 0.2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1617A 

/“-- 
Read Room Paint Lead 
No. Name 

46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 _,. --- 
68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 3 
88 Bedroom 3 

Wall” Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
Wall L Ctr I Beige QM 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

Newel post 
Balusters 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
Rgt casing 

L Lft 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

-0.1 
0.0 
0.12 
0.12 
0.:2 
0.0 
0.13 
0.0 
0.1 
0.1 
0.10 

-0.1 
0.1 
0.2 
0.3 
0.2 
0.0 

-0.1 
0.0 
0.0 
0.1 
0.0 

-0.3 
0.1 

-0.1 
-0.1 
0.0 
0.0 
0.3 
0.2 
0.3 
0.3 
0.0 

-0.1 
-0.1 
0.3 

-0.1 
0.1 
0..2 

-O,.l 
0.2 
0.4 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,“-“‘-. KEY 

L = Lower 

U = Upper 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa!~e 2 of 3 
KEY WEST, FL 
Unit 1617A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

46 Stair/Hall 2 C Wall L Ctr I Gypsum Beige -0.1 OM 
47 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.:2 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.:2 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.:2 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
54 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.1 OM 
55 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.1 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige -0.1 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.1 OM 
59 Stair/Hall 2 C Door L Ctr L Lft Wood Beige 0.2 OM 
60 Stair/Hall 2 D Door L Ctr Lft casing Wood Beige 0.3 OM 
61 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
62 Bath 2 C Wall U Rgt Gypsum Beige 0.0 OM 
63 Bath 2 B Door L Ctr U Lft Wood Beige -0.1 OM 
64 Bath 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
65 Bedroom 1 Ceiling U Lft Gypsum Beige 0.0 OM 
66 Bedroom 1 A Wall U Rgt Gypsum Beige 0.1 OM 
67 Bedroom 1 D Baseboard L Ctr Wood Beige 0.0 OM 
68 Bedroom 1 D Door L Ctr L Ctr Wood Beige -0.3 OM 
69 Bedroom 1 D Door L Ctr Rgt casing Wood Beige 0.1 OM 
70 Bedroom 1 D Access Panel L Ctr Metal Beige -0.1 OM 
71 Closet 2 Ceiling U Lft Gypsum Beige -0.1 OM 
72 Closet 2 B Wall U Lft Gypsum Beige 0.0 OM 
73 Closet 2 B Baseboard L Ctr Wood Beige 0.0 OM 
74 Closet 2 B Door L Ctr L Lft Wood Beige 0.3 OM 
75 Closet 2 B Door L Ctr Lft casing Wood Beige 0.2 OM 
76 Closet 2 B Shelf L Ctr Wood Beige 0.3 OM 
77 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.3 OM 
78 Bedroom 2 Ceiling U Lft Gypsum Beige 0.0 OM 
79 Bedroom 2 B Wall L Lft Gypsum Beige -0.1 OM 
80 Bedroom 2 C Baseboard L Rgt Wood Beige -0.1 OM 
81 Bedroom 2 A Door L Ctr U Lft Wood Beige 0.3 OM 
82 Bedroom 2 A Door L Ctr Lft casing Wood Beige -0.1 OM 
83 Bedroom 2 C Window L Ctr Sill Wood Beige 0,,1 OM 
84 Bedroom 2 C Window L Ctr Apron Wood Beige 0..2 OM 
85 Bedroom 2 A Shelf L Ctr Wood Beige -0,,1 OM 
86 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0..2 OM 
87 Bedroom 3 Ceiling L Rgt Gypsum Beige 0.4 OM 
88 Bedroom 3 A Wall U Rgt Gypsum Beige 0,0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech, = Mechanical 

CtL = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT .POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1617A 

Page 3 of 3 

*’ _- Read Room 
No. Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Stor. 1 
97 Stor. 1 
98 Stor. 1 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior B 

,.. -, 111 Exterior B 
112 Exterior B 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
D Baseboard L Rgt I Wood Beige 0.0 
A 
A 
C 
C 
A 
A 

A 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Rgt 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall U Rgt 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cov. L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Fascia L Ctr 
Sofm L Ctr 
Wail L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Wall L Lft 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

u Lft I 
Lft casing I 
Sill I 
Apron I 

Lft casing I 

Lft casing I 

P 

P 

P 

124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 
Concrete 
Wood 
Wood 
Concrete 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
White 
Grey 
White 
White 
Grey 
White 
White 
Grey 
White 
White 
Grey 
Grey 
Grey 
Grey 
White 
Grey 
Grey 
Grey 
Grey 

0.4 
0.3 
0.2 
0.0 
0.1 

-0.1 
0.0 

-0.1 
1.7 
0.0 
0.1 

-0.1 
3.3 
3.3 

-0.1 
O.Cl 

-0.1 
2.2 
0.0 
0.0 
4.7 
0.0 
0.0 
0.3 
0.7 
2.0 
0.0 
0.0 

-0. ‘I 
1.4 
0.0 
0.:3 

-0.1 
-0.1 
1.1 
1 II 
0.‘9 
0.0 
0.0 
0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

.- .-\ 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P=Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1617A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 0 Baseboard L Rgt I Wood Beige 0.0 OM 
90 Bedroom 3 A Door L Ctr U Lft Wood Beige 0.4 OM 
91 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.3 OM 
92 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
93 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 OM 
94 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
95 Bedroom 3 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
96 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
97 Stor. 1 A Wall U Rgt Concrete Beige -0.1 OM 
98 Stor. 1 B Ext. Door L Ctr Lft casing Wood White 1.7 OM 
99 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.0 OM 

100 Exterior A A Threshold L Ctr Concrete Grey 0.1 OM 
101 Exterior A A Wall U Rgt Concrete Grey -0.1 OM 
102 Exterior A A Ext. Door L Ctr Lft casing Wood White 3.3 OM 
103 Exterior A A Door Trim L Ctr Wood White 3.3 OM 
104 Exterior A A Patio Fence L Ctr Concrete Grey -0.1 OM 
105 Exterior A A Fence Inlay L Ctr Concrete White 0.0 OM 
106 Exterior A A AlC Line Cov. L Ctr Metal Grey -0.1 OM 
107 Exterior A A Fascia L Ctr P Wood White 22 OM 
108 Exterior A A Soffit L Ctr Wood White 0.0 OM 
109 Exterior A A U. Facing L Ctr Concrete Grey 0.0 OM 
110 Exterior B B Fascia L Ctr P Wood White 4 -, .1 OM 
111 Exterior B B Soffit L Ctr I Wood White 0.0 OM 
112 Exterior B B Wall L Ctr Concrete Grey 0.0 OM 
113 Exterior C C Fascia L Ctr P Wood White O.~l OM 
114 Exterior C C Soffit L Ctr Wood White 0:1 OM 
115 Exterior C C Win. Frame L Ctr Wood Grey 2.0 OM 
116 Exterior C C U. Trim L Ctr Wood Grey 0.0 OM 
117 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
118 Exterior C C Wall L Lft Concrete Grey -0:1 OM 
119 Exterior C C Door Trim L Ctr Wood White 1.4 OM 
120 Exterior C C Threshold L Ctr Concrete Grey 0.0 OM 
121 Exterior C C Overhang L Ctr Wood Grey 0.:3 OM 
122 Exterior C C Patio Fence L Ctr Concrete Grey -0.1 OM 
123 Exterior C C Stor. Roof L Ctr Concrete Grey -0.1 OM 
124 CALIBRATION 1.1 Std 
125 CALIBRATION 1.0 Std 
126 CALIBRATION 0.9 Std 
127 CALIBRATION 0.0 Std 
128 CALIBRATION 0.0 Std 
129 CALIBRATION 0.1 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POiNClANA HOUSING 
KEY WEST, FL 
UNIT 1618C 

Page 1 of 3 

Read Room Paint Lead 
‘6-” No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

(_I “, 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
B 
D 
D 
B 
A 

C 
D 
D 
A 
D 

A 
A 
D 
D 

C 
C 
B 
B 

B 
A 
B 
B 
D 
D 

D 
D 
A 
C 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 

L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Rgt casing 

L Lft 
Lft casing 

L Lft 
Lft casing 

L Lft 
Rgt casing 

U Rgt 
Lft casing 

L Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.8 Std 
1.1 Std 
0.0 Std 
0.1 Std 
0.0 Std 

-0.1 QM 
-0.2 QM 
-0.1 QM 
0.3 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.2 QM 
O.Cf QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
O.Z! QM 

-O.li QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0. ‘I QM 
0.:3 QM 
0:l QM 
0.0 QM 
0.2 QM 
0.!5 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.0 QM 
2.8 QM 
0.0 QM 
0.4 QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1618C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall L Lft Gypsum Beige -0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 D Door L Ctr U Lft Wood Beige 0.3 OM 
11 Hall 1 D Door L Ctr Rgt casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling U Lft Gypsum Beige 0.1 OM 
15 Bath 1 C Wall U Lft Gypsum Beige 0.0 OM 
16 Bath 1 D Door L Ctr L Lft Wood Beige 0.2 OM 
17 Bath 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 D Shelf Supt. L Ctr Wood Beige 0.0 OM 
20 Closet 1 Ceiling U Lft Gypsum Beige 0.0 OM 
21 Closet 1 A Wall L Rgt Gypsum Beige 0.0 OM 
22 Closet 1 A Baseboard L Rgt Wood Beige -0.1 OM 
23 Closet 1 D Door L Ctr L Lft Wood Beige 0.2 OM 
24 Closet 1 D Door L Ctr Lft casing Wood Beige -0.1i OM 
25 Mech Closet Ceiling L Rgt Gypsum Beige D.O OM 
26 Mech Closet C Wall U Rgt Gypsum Beige 0.0 OM 
27 Mech Closet C Baseboard L Ctr Wood Beige 0.0 OM 
28 Mech Closet B Door L Ctr L Lft Wood Beige -0:1 OM 
29 Mech Closet B Door L Ctr Rgt casing Wood Beige O.:~ OM 
30 Kitchen Ceiling L Rgt Gypsum Beige 0 .. , OM 
31 Kitchen B Wall L Lft Gypsum Beige 0.0 OM 
32 Kitchen A Baseboard L Ctr Wood Beige 0.2 OM 
33 Kitchen B Door L Ctr U Rgt Wood Beige O.!) OM 
34 Kitchen B Door L Ctr Lft casing Wood Beige 0.2 OM 
35 Kitchen D Cabinet L Ctr Wood Stain 0.0 OM 
36 Kitchen D Counter L Ctr Wood White -0.1 OM 
37 Living 1 Ceiling U Lft Gypsum Beige 0.3 OM 
38 Living 1 D Wall L Ctr Gypsum Beige 0.0 OM 
39 Living 1 D Baseboard L Rgt Wood Beige 0.2 OM 
40 Living 1 A Door L Ctr L Lft Wood Beige 0.0 OM 
41 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.8 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.4 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctf. "Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1618C 

Page 2 of 3 

Read Room 
,+.-, No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

e..x_j 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 4 
80 Bedroom 4 
81 Bedroom 4 
82 Bedroom 4 
83 Bedroom 4 
84 Bedroom 4 
85 Bedroom 4 
86 Bedroom 4 
87 Bedroom 4 
88 Bedroom 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Ceiling I -0.1 QM 
B 
B 
C 
C 
C 

A 
A 

B 
B 
B 

D 
D 
D 
D 
D 
C 

C 
C 
B 
B 
B 
A 

D 
D 
A 
A 
C 
C 
A 
B 

L Rgt 
L Lft 
L Rgt 
L Lft 
L Lft 
L Ctr 
L Lft 

Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 

Newel post I 
Balusters I 

I 
Stringer I 
Riser I 
Tread I 
Railing I 
Railing cap I 

L Lft I 
Rgt casing I 

u Lft I 
Lft casing I 

u Lft I 
Rgt casing I 

L Ctr I 
Rgt casing I 

u Lft I 
Lft casing I 
Sill I 
Apron I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.0 
0.1 
0.2 
0.1 
0.3 
0.1 
0.1 

-0.1 
0.1 
0.0 
0.0 

-0.2 
0.1 
0.1 

-0.1 
-0.1 
0.1 
0.0 
0.0 
0.0, 

-0.1 
-0.1 
0.2 
0.2 
0 “’ 

0:; 
-0.1 
0.0 
0.2 
0.2 
0.3 
0.0 
0.0 
0.0 
0:l 
0.2 
0.1 

-0.1 
0.4 

-0.1 
-0.:2 
-0.1 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

KEY 
-mx 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cmZ = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1618C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Rgt I Gypsum Beige -0.1 OM 
46 Stair/Half 2 B Wall L Lft I Gypsum Beige 0.0 OM 
47 Stair/Hall 2 B Baseboard L Rgt Wood Beige 0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.2 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.1 QM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.3 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
54 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.1 OM 
55 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige -0.2 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.1 OM 
59 Stair/Hall 2 A Door L Ctr L Lft Wood Beige 0.1 OM 
60 Stair/Hall 2 A Door L Ctr Rgt casing Wood Beige -0.1 OM 
61 Bath 2 Ceiling U Lft Gypsum Beige -0.1 OM 
62 Bath 2 B Wall L Lft Gypsum Beige 0.1 QM 
63 Bath 2 B Door L Ctr U Lft Wood Beige 0.0 OM 
64 Bath 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
65 Bedroom 1 Ceiling U Lft Gypsum Beige 0.0 OM 
66 Bedroom 1 D Wall L Rgt Gypsum Beige -0.1 OM 
67 Bedroom 1 D Baseboard L Rgt Wood Beige -0.1 OM 
68 Bedroom 1 0 Door L Ctr U Lft Wood Beige 0.2: OM 
69 Bedroom 1 D Door L Ctr Rgt casing Wood Beige 02 OM 
70 Bedroom 1 D Shelf L Ctr Wood Beige 0.3 OM 
71 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.0 QM 
72 Bedroom 2 Ceiling L Lft Gypsum Beige -0.1 OM 
73 Bedroom 2 C Wall U Ctr Gypsum Beige 0.0 OM 
74 Bedroom 2 C Baseboard L Ctr Wood Beige 0.2 OM 
75 Bedroom 2 B Door L Ctr L Ctr Wood Beige O.;~ QM 
76 Bedroom 2 B Door L Ctr Rgt casing Wood Beige 0.(\ OM 
77 Bedroom 2 B Shelf L Ctr Wood Beige 0.0 OM 
78 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
79 Bedroom 4 Ceiling L Lft Gypsum Beige 0.0 OM 
80 Bedroom 4 D Wall L Ctr Gypsum Beige 0.'1 QM 
81 Bedroom 4 D Baseboard L Ctr Wood Beige 0.2 OM 
82 Bedroom 4 A Door L Ctr U Lft Wood Beige 0 .. 1 OM 
83 Bedroom 4 A Door L Ctr Lft caSing Wood Beige -0 .. 1 OM 
84 Bedroom 4 C Window L Ctr Sill Wood Beige 0.4- OM 
85 Bedroom 4 C Window L Ctr Apron Wood Beige -0.1 OM 
86 Bedroom 4 A Shelf L Ctr Wood Beige -0.:2 OM 
87 Bedroom 4 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
88 Bedroom 3 Ceiling U Lft Gypsum Beige 0.0 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L '" Lower I '" Intact Salust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. :: Condition 

Lft. :: Left P = Poor Ceil. = Ceiling mg/cm2 :: milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. :: Mechanical 

CtL = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1618C 

Page 3 of 3 

Read Room Paint Lead 
-*-“, No. Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Bedroom 3 
97 Bath 2 
98 Bath 2 
99 Bath 2 

100 Bath 2 
101 Stor. 1 
102 Stor. 1 
103 Stor. 1 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

““e-2 1 12 Exterior A 
113 Exterior A 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
n Wall u Rgt 0.3 QM 
;; 
B 
B 
C 
C 
A 
A 

D 
B 
B 

C 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Ctr 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall L Ctr 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Wall L Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
AK Line Cov. L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Wall U Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Stor. Roof L Ctr 

I 
u Lft I 

Gypsum Beige 

Lft casing I 
Sill I 
Apron I 

I 

U Rgt I 
Rgt casing I 

I 

Lft casing I 
I 
I 

Left casing I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 

-0.1 QM 
0.1 QM 
0.0 QM 
0.2 QM 

-0.2 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.2 QM 
0.2 QM 
0.1 QM 
0.5 QM 

-0.2 QM 
-0.1 QM 
3.5 QM 
0.7 QM 
0.3, QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
1 .Ef QM 
0.0 QM 

-0.4 QM 
0.0 QM 
0.0 QM 

-0.4 QM 
1 .o QM 
0.7 QM 
0.0 QM 

-0.1 QM 
1 .‘l Std 
0.9 Std 
1 .o Std 
0.0 Std 
0.0 Std 
0.0 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
..hxu, 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cl?. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1618C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 0 Wall U Rgt I Gypsum Beige 0.3 OM 
90 Bedroom 3 0 Baseboard L Ctr Wood Beige -0.1 OM 
91 Bedroom 3 B Door L Ctr U Lft Wood Beige 0.1 OM 
92 Bedroom 3 B Door L Ctr Lft casing Wood Beige 0.0 OM 
93 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
94 Bedroom 3 C Window L Ctr Apron Wood Beige -0.2 OM 
95 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
96 Bedroom 3 A Shelf Supt. L Ctr Wood Beige 0.3 OM 
97 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
98 Bath 2 0 Wall U Ctr Gypsum Beige 0.1 OM 
99 Bath 2 B Door L Ctr U Rgt Wood Beige 0.1 OM 

100 Bath 2 B Door L Ctr Rgt casing Wood Beige 0.2 OM 
101 Stor. 1 Ceiling L Lft Concrete Beige 0.2 OM 
102 Stor. 1 C Wall L Ctr Concrete Beige 0.1 OM 
103 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 0.5 OM 
104 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.2 OM 
105 Exterior A A Wall L Ctr Concrete Beige -0.1 OM 
106 Exterior A A Ext. Door L Ctr Left casing Wood White 3.5 OM 
107 Exterior A A Door Trim L Ctr Wood White 0.7 OM 
108 Exterior A A Patio Fence L Ctr Concrete Beige 0.3· OM 
109 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
110 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.1 OM 
111 Exterior A A Fascia L Ctr Wood White 0.0 OM 
112 Exterior A A Soffit L Ctr Wood White 0.0 OM 
113 Exterior A A U.Facing L Ctr Concrete Beige -0.1 OM 
114 Exterior C C Wall U Ctr Concrete Beige 0.2 OM 
115 Exterior C C Door Trim L Ctr P Wood White 1.H OM 
116 Exterior C C Threshold L Ctr Concrete Beige 0.0 OM 
117 Exterior C C Overhang L Ctr Wood Beige -0.4 OM 
118 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
119 Exterior C C Fascia L Ctr Wood White 0.0 OM 
120 Exterior C C Soffit L Ctr Wood White -0.4 OM 
121 Exterior C C Win. Frame L Ctr Wood Beige 1.0 OM 
122 Exterior C C U. Trim L Ctr Wood Beige O.l OM 
123 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
124 Exterior C C Stor. Roof L Ctr Concrete Beige -0.-1 OM 
125 CALIBRATION 1.-1 Std 
126 CALIBRATION 0.9 Std 
127 CALIBRATION 1.0 Std 
128 CALIBRATION 0.0 Std 
129 CALIBRATION 0.0 Std 
130 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. :: Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1619E 

Page 1 of 3 

Read Room Paint Lead 
,/---- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
II Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 
24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
D 
D 
B 
B 

C 
D 
B 

C 
C 
B 
B 

B 
D 
C 
C 
D 
D 

C 
C 
A 
A 

D 
D 

D 
D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Rgt 

U Ctr 
Lfi casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

L Lft 
Lf? casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

1.2 
0.9 
1.1 
0.0 
0.1 
0.0 
0.3 
0.0 
0.0 
0.3 
0.0 
0.1 
0.C) 
0.0 
0.2 
0.0 
0.1 

-0.1 
0.0 

-0.1 
0.2 
0.3 
0.3 
0.0 

-0. ‘I 
0.0 
0.0 

-0.I 
-0.l 
-0.l 
0.3 

-O.‘l 
0.1 

-0.1 
0.:3 
0..2 

-0.1 
0.0 
0.0 
0.0 
0.0 
0.2 
0.2 
0.0 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
“‘, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1619E 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.3 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige 0.0 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
11 Hal/1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 C Wail U Lft Gypsum Beige 0.2 OM 
16 Bath 1 0 Door L Ctr L Lft Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Mech Closet Ceiling L Rgt Gypsum Beige -0.1 OM 
19 Mech Closet C Wall U Lft Gypsum Beige 0.0 OM 
20 Mech Closet C Baseboard L Ctr Wood Beige -0.1. OM 
21 Mech Closet B Door L Ctr U Lft Wood Beige 0.2 OM 
22 Mech Closet B Door L Ctr Lft casing Wood Beige 0.3 OM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.3 OM 
24 Kitchen B Wall U Lft Gypsum Beige 0.0 OM 
25 Kitchen D Baseboard L Ctr Wood Beige -0:1 OM 
26 Kitchen C Door L Ctr U Lft Wood Beige 0.0 OM 
27 Kitchen C Door L Ctr Ut casing Wood Beige 0.0 OM 
28 Kitchen D Cabinet L Ctr Wood Stain -0:1 OM 
29 Kitchen D Counter L Ctr Wood Stain -0:1 OM 
30 Living 1 Ceiling U Lft Gypsum Beige -0:1 OM 
31 Living 1 C Wall L Ctr Gypsum Beige 0.:3 OM 
32 Living 1 C Baseboard L Ctr Wood Beige -0.1 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0.1 OM 
34 Living 1 A Door L Ctr Lft casing Wood Beige -0.1 OM 
35 Stair/Hall 2 Ceiling L Rgt Gypsum Beige 0.3 OM 
36 Stair/Hall 2 D Wall U Rgt Gypsum Beige 0.2 OM 
37 Stair/Hail 2 0 Baseboard L Ctr Wood Beige -0.1 OM 
38 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.0 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
42 Stair/Hall 2 0 Access Panel L Ctr Metal Beige 0.2 OM 
43 Stair/Hall 2 0 Door L Ctr L Lft Wood Beige 0.2 OM 
44 Stair/Hail 2 0 Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A:: address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1619E 

Page 2 of 3 

Read 
‘-‘- No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm”) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,^“,, 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

*Used to designate from which wall (side of the room) a reading is taken. 

D 
D 

B 
C 
C 

D 
A 
D 
D 
C 
C 

A 
C 
D 
D 

B 
B 
B 
B 
C 
A 

B 
C 
B 
B 
C 
B 

A 
B 
A 
A 
A 
A 
A 
A 
A 

Shelf L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
P 
I 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Walt A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY ,.‘WT 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Gray 
Beige 
White 
White 
Beige 
White 

Cov. = Cover 

0.0 QM 
-0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.01 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
O.S! QM 
0.3 QM 
0.l QM 
0.0 QM 

-O.‘l QM 
0.0 QM 
0.4 QM 
0.2 QM 
0.0 QM 

-0.l QM 
0.0 QM 
0.0 QM 

-0.:2 QM 
0.:2 QM 
1 .o QM 
0.2 QM 
0.0 QM 
0.0 QM 
3.1 QM 
2.2 QM 

-0.1 QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = suppoi-t 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1619E 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Shelf L Ctr I Wood Beige 0.0 QM 
46 Stair/Hall 2 0 Shelf Supt. L Ctr Wood Beige -0.2 QM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.0 QM 
48 Bath 2 B Wall U Lft Gypsum Beige 0.0 QM 
49 Bath 2 C Door L Ctr U Ctr Wood Beige 0.0 QM 
50 Bath 2 C Door L Ctr Rgt casing Wood Beige 0.1 QM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 QM 
52 Bedroom 1 0 Wall L Rgt Gypsum Beige 0.2 QM 
53 Bedroom 1 A Baseboard l Rgt Wood Beige 0.1 QM 
54 Bedroom 1 0 Door L Ctr U lft Wood Beige 0.0 QM 
55 Bedroom 1 0 Door L Ctr Lft casing Wood Beige 0.3 QM 
56 Bedroom 1 C Shelf L Ctr Wood Beige -0.1 QM 
57 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.0 QM 
58 Bedroom 2 Ceiling llft Gypsum Beige -0.1 OM 
59 Bedroom 2 A Wall U Rgt Gypsum Beige 0.0 QM 
60 Bedroom 2 C Baseboard L Ctr Wood Beige -0.1 QM 
61 Bedroom 2 0 Door L Ctr U Lft Wood Beige 0.0 QM 
62 Bedroom 2 0 Door L Ctr Lft casing Wood Beige -0.1 QM 
63 Closet 1 Ceiling L lft Gypsum Beige 0.0 OM 
64 Closet 1 B Wall U Lft Gypsum Beige -0.1 QM 
65 Closet 1 B Baseboard L Lft Wood Beige 0.3 QM 
66 Closet 1 B Door L Ctr L Ctr Wood Beige 0.0 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 02 OM 
68 Closet 1 C Shelf l Ctr Wood Beige O.~l QM 
69 Closet 1 A Shelf Supt. L Ctr Wood Beige 0:1 QM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0.0 QM 
71 Closet 2 B Wall L Rgt Gypsum Beige -0:1 OM 
72 Closet 2 C Baseboard L Ctr Wood Beige 0.0 QM 
73 Closet 2 B Door l Ctr U Lft Wood Beige 0.4 QM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige 0.:2 QM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
76 Closet 2 B Shelf Supt. L Ctr Wood Beige -0 .. 1 QM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.0 QM 
78 Closet 2 Panel Frame l Ctr Wood Beige 0.0 QM 
79 Stor. 1 Ceiling L Rgt Concrete Beige -0.:2 QM 
80 Stor. 1 A Wall L Ctr Concrete Beige 0.:2 OM 
81 Stor. 1 B Ext. Door L Ctr U lft Wood White 1.0 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0..2 QM 
83 Exterior A A Threshold L Ctr Concrete Gray 0.0 OM 
84 Exterior A A Wall U Rgt I Concrete Beige 0.0 QM 
85 Exterior A A Ext. Door l Ctr Lft casing P Wood White 3.1 OM 
86 Exterior A A Door Trim L Ctr P Wood White 2.2 QM 
87 Exterior A A Patio Fence L Ctr Concrete Beige -0.1 QM 
88 Exterior A A Fence Inlay L Ctr Concrete White 0.0 QM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L" Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16206 

Page 1 of 3 

Read Room Paint Lead 
/-‘” No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm*) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Bath I 
21 Closet 1 
22 Closet 1 
23 Closet 1 

‘.S.” 24 Closet 1 
25 Closet 1 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Mech Closet 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Kitchen 
38 Living 4 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
B 
B 
B 
D 
C 

C 
B 
B 
A 
D 
A 

C 
C 
B 
B 

C 
C 
D 
D 

D 
D 
C 
C 
B 
B 

C 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 

L Rgt 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Lft 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 

“Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C wails are labelled in a clockwise fashion.) 

KEY 
-_ -\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1.2 Std 
1.2 Std 
0.1 Std 
0.1 Std 
0.0 Std 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.3’ QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.21 QM 
0.0 QM 

-0.11 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 

-0.l QM 
-0.l QM 
-0.l QM 
-0.:2 QM 
0.1 QM 
0.0 QM 
0.10 QM 

-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1620B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.2 Std 
3 CALIBRATION 1.2 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.2 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Rgt Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
12 Hall 1 D Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige 0.3 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 D Shelf Supt. L Ctr Wood Beige 0.2 OM 
20 Bath 1 A Baseboard L Ctr Vinyl Beige -0.1 OM 
21 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
22 Closet 1 C Wall U Lft Gypsum Beige -0.1 OM 
23 Closet 1 C Baseboard L Ctr Wood Beige 0.3, OM 
24 Closet 1 B Door L Ctr U Ctr Wood Beige 0.1 OM 
25 Closet 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
26 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
27 Mech Closet C Wall U Rgt Gypsum Beige 0.0 OM 
28 Mech Closet C Baseboard L Lft Wood Beige 0.2 OM 
29 Mech Closet D Door L Ctr U Lft Wood Beige 0.0 OM 
30 Mech Closet D Door L Ctr Lft casing Wood Beige -0.1i OM 
31 Kitchen Ceiling L Lft Gypsum Beige O.~l OM 
32 Kitchen D Wall U Ctr Gypsum Beige 0.0 OM 
33 Kitchen D Baseboard L Ctr Wood Beige 0.0 OM 
34 Kitchen C Door L Ctr U Ctr Wood Beige 0.0 OM 
35 Kitchen C Door L Ctr Lft casing Wood Beige 0.3 OM 
36 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
37 Kitchen B Counter L Ctr Wood Stain -0.-1 OM 
38 Living 1 Ceiling L Rgt Gypsum Beige -0.-1 OM 
39 Living 1 C Wall U Ctr Gypsum Beige -0 .. 1 OM 
40 Living 1 A Baseboard L Ctr Wood Beige -0.:2 OM 
41 Living 1 A Door L Ctr U Lft Wood Beige 0.1 OM 
42 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
43 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
44 Living 1 A U. Molding L Ctr Wood Beige -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 16206 

Page 2 of 3 

Read 
/---- No. 

Room 
Name 

45 Living 1 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

Balust. Beam L Ctr I Wood -0.1 QM 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bedroom 1 
67 Bedroom 1 

_.1,2h 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 2 
88 Bedroom 3 

A 

cl 
C 
C 
C 
C 

A 
A 

A 
D 
D 

B 
C 
C 
C 
B 

C 
C 
D 
D 
C 
C 

B 
C 
A 
A 
C 
C 
A 
A 

L Lft 
U Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

Newel post 
Balusters 

LCtr 
L Rgt 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Ctr 
Lft casing 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.3 QM 
0.3 QM 

-0.1 QM 
0.2 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0) QM 

-0.1 QM 
-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
o.;! QM 
0.0 QM 
O.‘l QM 
0.0 QM 
0.2 QM 
0. ‘I QM 
0.3 QM 
0.:3 QM 
0.7 QM 
0.0 QM 
0.:3 QM 
0.1 QM 
0.0 QM 
0.10 QM 

-0.1 QM 
*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6. and C walls are labelled in a clockwise fashion.) 

_,“,-% 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16208 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 living 1 A Balust. Beam L Ctr I Wood Beige -0.1 OM 
46 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.3 OM 
47 Stair/Hall 2 0 Wall U Ctr Gypsum Beige 0.3 OM 
48 Stair/Hall 2 C Baseboard L Ctr Wood Beige ~0.1 OM 
49 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.2 OM 
50 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.3 OM 
51 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
52 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
54 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
55 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
56 Stair/Hall 2 Stairs L Rgt Railing cap Wood Stain 0.0 OM 
57 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
59 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
60 Stair/Hall 2 A Door L Ctr L Ctr Wood Beige 0.1 OM 
61 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
62 Bath 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
63 Bath 2 A Wall U Ctr Gypsum Beige 0.3 OM 
64 Bath 2 0 Door L Ctr U Ctr Wood Beige 0.1 OM 
65 Bath 2 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 
66 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
67 Bedroom 1 B Wall U Lft Gypsum Beige 0.0 OM 
68 Bedroom 1 C Baseboard L Ctf Wood Beige -0.1 OM 
69 Bedroom 1 C Door L Ctr U Lft Wood Beige -0.1 OM 
70 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.0 OM 
71 Bedroom 1 B Access Panel L Ctf Metal Beige -0.1 OM 
72 Closet 2 Ceiling L Lft Gypsum Beige -0.1 OM 
73 Closet 2 C Wall U Ctr Gypsum Beige 0.0 OM 
74 Closet 2 C Baseboard L Ctr Wood Beige 0.2 OM 
75 Closet 2 0 Door L Ctr U Lft Wood Beige 0.0 OM 
76 Closet 2 0 Door L Ctr Lft casing Wood Beige 0:1 OM 
77 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
78 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
79 Bedroom 2 Ceiling L Lft Gypsum Beige 0:1 OM 
80 Bedroom 2 B Wall U Lft Gypsum Beige 0.:) OM 
81 Bedroom 2 C Baseboard L Ctr Wood Beige 0.:3 OM 
82 Bedroom 2 A Door L Ctr U Lft Wood Beige 0:7 OM 
83 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
84 Bedroom 2 C Window L Ctr Sill Wood Beige 0.3 OM 
85 Bedroom 2 C Window L Ctr Apron Wood Beige 0.1 OM 
86 Bedroom 2 A Shelf L Ctr Wood Beige 0.0 OM 
87 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
88 Bedroom 3 Ceiling L Lft Gypsum Beige -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1620B 

Page 3 of 3 

Read 
,/“-‘*- No. 

Room 
Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Bedroom 3 
97 Stor. 1 
98 Stor. 1 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior C 
I IO Exterior C 
111 Exterior C 

; (-s 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 CALIBRATION 
121 CALIBRATION 
122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Wall u Lft I Gypsum Beige 0.0 QM B 
A 
A 
A 
C 
C 
C 
C 

B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
Fascia 
Soffit 
U. Facing 
Fascia 
soffit 
Win. Frame 
U. Trim 
Siding 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 
Sill 
Apron 

Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
P 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete White 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Wood Grey 
Concrete Grey 

-0.1 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 

-0.2 QM 
0.1 QM 
3.4 QM 
2.0 QM 
0.0 QM 

-0.1 QM 
0.4 QM 
0.2 QM 
0.0 QM 
0.4 QM 
0.0 QM 
3.2 QM 
0.0 QM 
O.Cl QM 
0.1 QM 
0.7 QM 

-0.1 QM 
0.0 QM 
0.0 QM 

-0:i Std 
1.2 Std 
1.3 Std 
1 .:3 Std 
0.0 Std 
0.0 Std 
0.l Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16208 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 B Wall U Lft I Gypsum Beige 0.0 OM 
90 Bedroom 3 A Baseboard L Ctr Wood Beige -0.1 OM 
91 Bedroom 3 A Door L Ctr U Lft Wood Beige 0.1 OM 
92 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.1 OM 
93 Bedroom 3 C Window L Ctr Sill Wood Beige -0.1 OM 
94 Bedroom 3 C Window L Ctr Apron Wood Beige 0.1 OM 
95 Bedroom 3 C Shelf L Ctr Wood Beige 0.0 OM 
96 Bedroom 3 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
97 Stor. 1 Ceiling L Lft Concrete Beige -0.1 OM 
98 Stor. 1 B Wall L Ctr I Concrete Beige -0.1 OM 
99 Exterior A A Stoop Ceil. L Ctr I Concrete Grey 0.0 OM 

100 Exterior A A Threshold L Ctr I Concrete Grey -0.2 OM 
101 Exterior A A Wall L Ctr I Concrete Grey 0.1 OM 
1 02 Exterior A A Ext. Door L Ctr Rgt casing F Wood White 3.4 OM 
103 Exterior A A Door Trim L Ctr Wood White 2.0 OM 
104 Exterior A A Patio Fence L Ctr I Concrete Grey 0.0 OM 
105 Exterior A A Fence Inlay L Ctr I Concrete White -0.1 OM 
106 Exterior A A Fascia L Ctr P Wood White 0.4 OM 
107 Exterior A A Soffit L Ctr I Wood White 0.2 OM 
108 Exterior A A U.Facing L Ctr I Concrete Grey 0.0 OM 
109 Exterior C C Fascia L Ctr I Wood White 0.4 OM 
11 0 Exterior C C Soffit L Ctr I Wood White 0.0 OM 
111 Exterior C C Win. Frame L Ctr P Wood Grey 3.2 OM 
112 Exterior C C U. Trim L Ctr I Wood Grey 0.0 OM 
113 Exterior C C Siding L Ctr I Wood Grey 0.0 OM 
114 Exterior C C Wall L Ctr Concrete Grey 0.1 OM 
115 Exterior C C Door Trim L Ctr Wood White 0.7 OM 
116 Exterior C C Threshold L Ctr Concrete Grey -0.1 OM 
117 Exterior C C Overhang L Ctr Wood Grey 0.0 OM 
118 Exterior C C Patio Fence L Ctr Wood Grey 0.0 OM 
119 Exterior C C Stor. Roof L Ctr Concrete Grey -0:1 Std 
120 CALIBRATION 1 ') .t.:. Std 
121 CALIBRATION 1.:3 Std 
122 CALIBRATION 1.:~ Std 
123 CALIBRATION 0.0 Std 
124 CALIBRATION 0.0 Std 
125 CALIBRATION 0.'1 Std 

'Used to deSignate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1621A 

Page 1 of 3 

Read Room Paint Lead 
~“=‘-\ No . Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

“.,, “6, 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
B 
B 
B 
B 

C 
B 
B 

D 
C 
B 
B 

D 
D 
D 
D 
B 
B 

A 
A 
A 
C 

A 
C 

A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 

L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Lft 

L Ctr 
Access Panel L Ctr 
Door L Ctr 
Door L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

L Ctr 
Lft casing 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 0. and C walls are labelled in a clockwise fashion.) 

KEY 
““’ L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

Cov. = Cover 

1.1 
1.2 
0.0 
0.0 
0.0 
0.1 
0.3 

-0.1 
-0.1 
0.0 
0.1 

-0.1 
-0.1 
-0.1 
0.1 
0.1 

-0.1 
0.0 
0.1 
0.5 
0.2 
0.0 
0.1 
0.3 
0.3, 

-0.2. 
0.0 
0.2 
0.1 
0 9 ..A 

-0.1 
0.0 
3.3 
0.0 
0.0 
O.‘l 
0.0 
0.0 
0.0 

-0. ‘1 
-O.‘l 
0.:3 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1621A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode -1 CALIBRATION 0.9 Std 

2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.2 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.1 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.3 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.1 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige -0.1 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Mech Closet Ceiling L Rgt Gypsum Beige -0.1 OM 
19 Mech Closet D Wall U Rgt Gypsum Beige 0.0 OM 
20 Mech Closet C Baseboard L Ctr Wood Beige 0.1 OM 
21 Mech Closet B Door L Ctr L Ctr Wood Beige 0.5 OM 
22 Mech Closet B Door L Ctr Lft casing Wood Beige 0.2 OM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
24 Kitchen D Wall U Ctr Gypsum Beige 0.1 OM 
25 Kitchen D Baseboard L Ctr Wood Beige 0.3 OM 
26 Kitchen D Door L Ctr U Ctr Wood Beige 0.3· OM 
27 Kitchen D Door L Ctr Rgt casing Wood Beige -0.2 OM 
28 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
29 Kitchen B Counter L Ctr Wood Stain 0.2 OM 
30 Living 1 Ceiling L Rgt Gypsum Beige 0.1 OM 
31 Living 1 A Wall U Ctr Gypsum Beige O.~, OM 
32 Living 1 A Baseboard L Ctr Wood Beige -0.1 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 3.~1 OM 
35 Stair/Hall 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
36 Stair/Hall 2 A Wall L Rgt Gypsum Beige 0.0 OM 
37 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0:1 OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain -0 .. 1 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige -0.1 OM 
43 Stair/Hall 2 A Door L Ctr U Lft Wood Beige 0.3 OM 
44 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L" Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo '" Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt." Right QM = Quick Mode Supt. = Support Mech. " Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1621A 

Page 2 of 3 

Read Room 
,-‘-\ Noa Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,“-‘-‘-X 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
B Shelf I Wood nn- QM 
B 

C 
C 
C 

C 
C 
C 
C 
C 
B 

A 
A 
D 
D 

C 
C 
B 
B 
C 
C 

C 
C 
B 
B 
B 
B 

C 
B 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Pation Fence 
Fence Inlay 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 

0.1 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.4 QM 
0.0 QM 
O.Cf QM 
0.4. QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.5 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.2 QM 

-O.‘l QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.13 QM 
0.1 QM 

-0.2 QM 
0.3 QM 

-0.2 QM 
0.3 QM 
2.1 QM 

-0.3 QM 
0.0 QM 
0.0 QM 
2.4 QM 
3..2 QM 
0,3 QM 

-0.1 QM 
‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY 
,’ “, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1621A 

Read Room Paint Lead 
No. Name Wa//* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf L Ctr I Wood Beige 0.0 QM 
46 Stair/Hall 2 B Shelf Supt. L Ctr Wood Beige 0.1 QM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.1 QM 
48 Bath 2 C Wall L Ctr Gypsum Beige 0.2 QM 
49 Bath 2 C Door L Ctr U Lft Wood Beige 0.0 QM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 QM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige 0.2 QM 
52 Bedroom 1 C Wall U Rgt Gypsum Beige 0.3 QM 
53 Bedroom 1 C Baseboard L Ctr Wood Beige 0.0 OM 
54 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.4 OM 
55 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.0 QM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
57 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.4 OM 
58 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 OM 
59 Bedroom 2 A Wall U Ctr Gypsum Beige 0.1 QM 
60 Bedroom 2 A Baseboard L Ctr Wood Beige 0.1 OM 
61 Bedroom 2 0 Door L Ctr U Lft Wood Beige 0.1 OM 
62 Bedroom 2 0 Door L Ctr Lft casing Wood Beige O.t; OM 
63 Closet 1 Ceiling L Rgt Gypsum Beige 0.2 QM 
64 Closet 1 C Wall L Lft Gypsum Beige 0.2 OM 
65 Closet 1 C Baseboard L Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr U Lft Wood Beige 0.2 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
68 Closet 1 C Shelf L Ctr Wood Beige -0:1 QM 
69 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
70 Closet 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
71 Closet 2 C Wall L Ctr Gypsum Beige 0.:2 OM 
72 Closet 2 C Baseboard L Ctr Wood Beige 0.0 QM 
73 Closet 2 B Door L Ctr U Lft Wood Beige 0.0 OM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige -0.1 OM 
75 Closet 2 B Shelf L Ctr Wood Beige 0.0 QM 
76 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige -0.2 QM 
78 Closet 2 Panel Frame L Ctr Wood Beige 0.3 QM 
79 Star. 1 Ceiling L Lft Concrete Beige -0.2 OM 
80 Star. 1 C Wall U Ctr Concrete Beige 0.3 OM 
81 Star. 1 B Ext. Door L Ctr Lft casing Wood Beige 2.1 QM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.3 QM 
83 Exterior A A Threshold L Ctr Concrete Beige 0.0 QM 
84 Exterior A A Wall U Ctr Concrete Beige 0.0 QM 
85 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.4 QM 
86 Exterior A A Door Trim L Ctr Wood White 32 QM 
87 Exterior A A Pation Fence L Ctr Concrete Beige 0 .. 3 QM 
88 Exterior A A Fence Inlay L Ctr Concrete Beige -0.1 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1621A 

Read Room 
,/“--, No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
A A/C Line Cov. L Ctr I Metal Beige 0.2 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior B B 
95 Exterior B B 
96 Exterior B B 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 Exterior C C 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

Stor. Roof 
Fascia 
Soffit 
U. Facing 
Fascia 
Softit 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Patio Fence 

L Ctr 
U Ctr 
U Ctr 
U Ctr 
U Ctr 
U Ctr 
L Ctr 
U Ctr 
U Ctr 
u Lft 
L Ctr 
L Ctr 
L Ctr 

Concrete 
Wood 
Wood 
Concrete 
Wood 
Wood 
Concrete 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 

Beige 
White 
White 
Beige 
White 
White 
Beige 
White 
White 
Beige 
White 
Beige 
Beige 

-0.1 QM 
4.4 QM 

-0.1 QM 
-0.1 QM 
4.1 QM 
0.0 QM 

-0.2 QM 
4.9 QM 
-0.2 QM 
0.0 QM 
1.4 QM 

-0.1 QM 
-0.2 QM 
0.8 Std 
1.0 Std 
1.0 Std 
0.1 Std 
0.1 Std 
0.0 Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

&jgy 
y”- L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode supt. = support 

Std = 30 Second Mode Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1621A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.2 OM 
90 Exterior A A Star. Roof L Ctr Concrete Beige -0.1 OM 
91 Exterior A A Fascia U Ctr Wood White 4.4 OM 
92 Exterior A A Soffit U Ctr Wood White -0.1 OM 
93 Exterior A A U. Facing U Ctr Concrete Beige -0.1 OM 
94 Exterior B B Fascia U Ctr Wood White 4.1 OM 
95 Exterior B B Soffit U Ctr Wood White 0.0 OM 
96 Exterior B B Wall L Ctr Concrete Beige -0.2 OM 
97 Exterior C C Fascia U Ctr Wood White 4.9 OM 
98 Exterior C C Soffit U Ctr Wood White -0.2 OM 
99 Exterior C C Wall U Lft Concrete Beige 0.0 OM 

100 Exterior C C Door Trim L Ctr Wood White 1.4 OM 
101 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
102 Exterior C C Patio Fence L Ctr Concrete Beige -0.2 OM 
103 CALIBRATION 0.8 Std 
104 CALIBRATION 1.0 Std 
105 CALIBRATION 1.0 Std 
106 CALIBRATION 0.1 Std 
107 CALIBRATION 0.1 Std 
108 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1622D 

Page 1 of 4 

Read Room Paint Lead 
‘c-* No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall I 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Mech Closet 

,,r +., 24 Mech Closet 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
cl 
D 
D 
D 
C 

B 
B 
B 

A 
A 
B 
B 

C 
C 
C 
C 

C 
A 
C 
C 
B 
B 

A 
B 
A 
C 
A 
A 
A 

C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust.Beam 
Ceiling 
Wail 

L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

L Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY .“T 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1.1 Std 
1 .o Std 
0.1 Std 
0.0 Std 
0.1 Std 
0.1 QM 

-0.1 QM 
0.3 QM 

-0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.2 QM 

-0.2 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.5 QM 

-0.3 QM 
o.;i QM 
0.0 QM 

-0.2! QM 
-O.‘l QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 
2.!3 QM 

-0:l QM 
0.0 QM 
0.:3 QM 
0.1 QM 

-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 4 
KEY WEST, FL 
UNIT 1622D 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 "Std 
2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 OM 
8 Hall 1 D Wall U Rgt Gypsum Beige -0.1 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige 0.3 OM 

10 Hall 1 D Door L Ctr U Lft Wood Beige -0.1 OM 
11 Hall 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 D Shelf L Ctr Wood Beige 0.2 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.1 OM 
15 Bath 1 B Wall U Lft Gypsum Beige 0.0 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige -0.1 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Closet 1 Ceiling L Lft Gypsum Beige -0.1 OM 
19 Closet 1 A Wall U Rgt Gypsum Beige -0.1 OM 
20 Closet 1 A Baseboard L Ctr Wood Beige 0.0 OM 
21 Closet 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
22 Closet 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
23 Mech Closet Ceiling U Ctr Gypsum Beige 0.2 OM 
24 Mech Closet C Wall U Ctr Gypsum Beige -0.2 OM 
25 Mech Closet C Baseboard L Ctr Wood Beige 0.1 OM 
26 Mech Closet C Door L Ctr U Ut Wood Beige 0.1 OM 
27 Mech Closet C Door L Ctr Lft casing Wood Beige -0.1 OM 
28 Kitchen Ceiling L Lft Gypsum Beige 0.1 OM 
29 Kitchen C Wall U Ctr Gypsum Beige O.E; OM 
30 Kitchen A Baseboard L Rgt Wood Beige -0.3 OM 
31 Kitchen C Door L Ctr U Ctr Wood Beige 0.2 OM 
32 Kitchen C Door L Ctr Rgt casing Wood Beige 0.0 OM 
33 Kitchen B Cabinet L Ctr Wood Stain -0.2 OM 
34 Kitchen B Counter L Ctr Wood Stain -0:1 OM 
35 Living 1 Ceiling L Lft Gypsum Beige 0.3 OM 
36 Living 1 A Wall U Rgt Gypsum Beige 0.0 OM 
37 Living 1 B Baseboard L Ctr Wood Beige 0.0 OM 
38 Living 1 A Door L Ctr L Lft Wood Beige 0.0 OM 
39 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.9 OM 
40 Living 1 A Flight L Ctr Wood Beige -0.'1 OM 
41 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
42 Living 1 A Balust.Beam L Ctr Wood Beige 0 . .3 OM 
43 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.1 OM 
44 Stair/Hall 2 C Wall L Ctr Gypsum Beige -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgfcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

etr. = Center SId = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 16220 

Page 2 of 4 

Read Room Paint Lead 
~----- No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hail 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

/--.. 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bath 3 
88 Bath 3 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
p Wood 0.2 QM 
z 
C 

C 

A 
A 
A 

A 
D 
D 

D 
C 
C 
C 
C 
A 

D 
D 
D 
D 
D 
D 

B 
C 
D 
D 
C 
C 
D 
D 

B 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

Newel post 
Balusters 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Lft 
Rgt casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

U Rgt 
Rgt casing 

L Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.3 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
O.Cl QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.l QM 
0.0 QM 

-0.l QM 
0.0 QM 
0.3 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. 6, and C walls are labelled in a clockwise fashion.) 

,P-T 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 4 
KEY WEST, FL 
Unit 16220 

Read Room Paint Lead 
,~-, No. Name WalJ* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Baseboard L Ctr I Wood Beige 0.2 CiM 
46 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.0 OM 
47 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.0 OM 
48 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
49 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
50 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
51 Stair/Hall 2 Stairs Tread Wood Stain 0.3 OM 
52 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.0 OM 
54 Stair/Hall 2 Cabinet L Ctr Wood Beige -0.1 OM 
55 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.1 OM 
56 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.1 OM 
57 Stair/Hall 2 A Door L Ctr L Lft Wood Beige 0.1 OM 
58 Stair/Hall 2 A Door L Ctr Rgt casing Wood Beige 0.3 OM 
59 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.1 OM 
60 Bath 2 Ceiling L Lft Gypsum Beige -0.1 OM 
61 Bath 2 A Wall U Rgt Gypsum Beige -0.1 OM 
62 Bath 2 0 Door L etr U Lft Wood Beige 0.0 OM 
63 Bath 2 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
64 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
65 Bedroom 1 0 Wall U Rgt Gypsum Beige 0.2 OM 
66 Bedroom 1 C Baseboard L Ctr Wood Beige -0.1 OM 
67 Bedroom 1 C Door L Ctr U etr Wood Beige 0.0 OM 

/7'''"" 68 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.1 OM 
69 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
70 Bedroom 1 A Shelf Supt. L Ctr Wood Beige 0.2 OM 
71 Bedroom 2 Ceiling L Lft Gypsum Beige -0.1 OM 
72 Bedroom 2 D Wall U etr Gypsum Beige 0.0 OM 
73 Bedroom 2 D Baseboard L Ctr Wood Beige -0.1 OM 
74 Bedroom 2 D Door L Ctr U Rgt Wood Beige 0.0 OM 
75 Bedroom 2 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
76 Bedroom 2 D Shelf L Ctr Wood Beige 0.0 OM 
77 Bedroom 2 0 Shelf Supt. L etr Wood Beige 0.1 OM 
78 Bedroom 3 Ceiling U Lft Gypsum Beige 0.0 OM 
79 Bedroom 3 B Wall U Ctr Gypsum Beige -0.1 OM 
80 Bedroom 3 C Baseboard L Ctr Wood Beige 0.2 OM 
81 Bedroom 3 D Door L Ctr L Lft Wood Beige 0.0 OM 
82 Bedroom 3 D Door L Ctr Lft casing Wood Beige 0.0 OM 
83 Bedroom 3 C Window L Ctr Sill Wood Beige 0.0 OM 
84 Bedroom 3 C Window L Ctr Apron Wood Beige -0:1 OM 
85 Bedroom 3 D Shelf L etr Wood Beige 0.0 OM 
86 Bedroom 3 D Shelf Supt. L Ctr Wood Beige -0:1 OM 
87 Bath 3 Ceiling L Lft Gypsum Beige 0.0 OM 
88 Bath 3 B Wall U Ctr Gypsum Beige 0.:3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L'" Lower I '" Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1622D 

Page 3 of 4 

Read 
‘--=“~ No . 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

90 Bath 3 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Stor. 1 
101 Stor. 1 
102 Stor. 1 
103 Stor. 1 
104 Stor. 1 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

.’ 1% 112 Exterior A 
113 Exterior A 
114 Exterior A 
115 Exterior A 
116 Exterior D 
117 Exterior D 
118 Exterior D 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 
127 Exterior C 
128 Exterior C 
129 Exterior C 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 

I7 
D 

B 
A 
A 
A 
C 
C 
A 
B 

C 
D 
C 
C 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
D 
D 
D 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door L Ctr 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Shelf 
Shelf Supt. 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Wall 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Sofit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 
Sill 
Apron 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Grey 
Concrete Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete White 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 

0.0 QM 
0.1 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
0.1 QM 
2.7 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
2.9 QM 
2.4 QM 

-0.1 QM 
-0.3 QM 
0.2 QM 
0.4 QM 
0.2: QM 
0.2 QM 
0.3 QM 

-0.1 QM 
O.Z! QM 

-O.>! QM 
2.8 QM 

-0. 'I QM 
0.2 QM 

-O.‘l QM 
0.6 QM 
0.0 QM 
3.4 QM 
0.8 QM 

-O.'l QM 
-0.1 QM 
1 .o Std 
1 a Std 
1.2 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY .“‘? 
L = Lower I = intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 4 
KEY WEST, FL 
UNIT 16220 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 0 Door L Ctr U Ctr I Wood Beige 0.0 --aM 
90 Bath 3 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 
91 Bedroom 4 Ceiling L Rgt Gypsum Beige -0.1 OM 
92 Bedroom 4 B Wall L Ctr Gypsum Beige 0.0 OM 
93 Bedroom 4 A Baseboard L Ctr Wood Beige -0.1 OM 
94 Bedroom 4 A Door L Ctr U Ctr Wood Beige -0.1 OM 
95 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.3 OM 
96 Bedroom 4 C Window L Ctr Sill Wood Beige 0.3 OM 
97 Bedroom 4 C Window L Ctr Apron Wood Beige 0.0 OM 
98 Bedroom 4 A Shelf L Ctr Wood Beige 0.0 OM 
99 Bedroom 4 B Shelf Supt. L Ctr Wood Beige 0.3 OM 

100 Stor. 1 Ceiling L Rgt Concrete Grey -0.1 OM 
1 '01 Stor. 1 C Wall L Ctr Concrete Beige 0.1 OM 
1'02 Stor. 1 0 Ext. Door L Ctr Lft casing Wood Beige 2.7 OM 
103 Stor. 1 C Shelf L Ctr Wood Beige '0.0 OM 
104 Stor. 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
1 '05 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.0 OM 
1 '06 Exterior A A Threshold Concrete Grey 0.0 OM 
107 Exterior A A Wall U Ctr Concrete Grey -0.1 OM 
108 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.9 OM 
109 Exterior A A Door Trim L Ctr Wood White 2.4 OM 
11'0 Exterior A A Patio Fence L Ctr Concrete Grey -0.1 OM 
111 Exterior A A Fence Inlay L Ctr Concrete White -0.3 OM 
112 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.2 OM 
113 Exterior A A Fascia L Ctr P Wood White 0.4 OM 
114 Exterior A A Soffit L Ctr Wood White '0.2 OM 
115 Exterior A A U.Facing L Ctr Concrete Grey '0.2 OM 
116 Exterior 0 0 Fascia L Ctr Wood White 0.3 OM 
117 Exterior 0 0 Soffit L Ctr Wood White -0.1 OM 
118 Exterior 0 0 Wall L Ctr Wood White 02 OM 
119 Exterior C C Wall L Ctr Concrete Grey -'0.2 OM 
120 Exterior C C Door Trim L Ctr Wood White 2.8 OM 
121 Exterior C C Threshold L Ctr Concrete Grey -0.'1 OM 
122 Exterior C C Overhang L Ctr Wood Grey O.~~ OM 
123 Exterior C C Patio Fence L Ctr Concrete Grey -0:\ OM 
124 Exterior C C Fascia L Ctr Wood White O.G OM 
125 Exterior C C Soffit L Ctr Wood White 0.0 OM 
126 Exterior C C Win. Frame L Ctr Wood Grey 3.4 OM 
127 Exterior C C U. Trim L Ctr Wood Grey 0.6 OM 
128 Exterior C C Siding L Ctr Wood Grey -0.1 OM 
129 Exterior C C Stor. Roof L Ctr Concrete Grey -0.1 OM 
130 CALIBRATION 1.0 Std 
131 CALIBRATION 1.0 Std 
132 CALIBRATION 1.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A '" address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L'" Lower I = Intact Balust. '" Baluster No. '" Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo '" Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. '" Storage Ext. '" Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1622D 

Page 4 of 4 

Read Room Wall* Structure Location Member Paint Substrate Color Lead 
P--X No. Name 

133 CALIBRATION 
Cond. (mglcm’) Mode 

0.1 Std 
134 CALIBRATION 
135 CALIBRATION 

0.2 Std 
0.0 Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

g-y 

,“e.< 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16220 

Read Room WalJ* Structure Location Member 
No. Name 
133 CALIBRATION 
134 CALIBRATION 
135 CALI BRA TION 

·Used to designate from which wall (side of the room) a reading is taken. 

Paint 
Condo 

Page 4 of 4 

Substrate Color Lead 
(mg/cm2

) Mode 
0.1 Std 
0.2 Std 
0.0 Std 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
l = lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctf. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1623A 

Page 1 of 3 

Read Room Paint Lead 
.“*=- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

,‘. _.. 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Living 1 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

Ceiling L Lft Gypsum 
B Wall L Ctr Gypsum 
B Baseboard L Ctr Wood 
D Door L Ctr u Lft Wood 
D Door L Ctr Rgt casing Wood 
8 Shelf L Ctr Wood 
A Shelf Supt. L Ctr Wood 

Ceiling L Lft Gypsum 
B Wall L Ctr Gypsum 
B Door L Ctr U Ctr Wood 
B Door L Ctr Rgt casing Wood 
B Baseboard L Rgt Vinyl 

Ceiling L Lfi Gypsum 
B Wall u Lft Gypsum 
A Baseboard L Rgt Wood 
B Door L Ctr U Rgt Wood 
B Door L Ctr Lft casing Wood 

Ceiling L Lft Gypsum 
D Wall L Lft Gypsum 
D Baseboard L Ctr Wood 
C Door L Ctr U Ctr Wood 
C Door L Ctr Lft casing Wood 
B Cabinet L Ctr Wood 
B Counter L Ctr Wood 

Ceiling L Lft Gypsum 
B Wall U Rgt Gypsum 
B Baseboard L Ctr Wood 
A Door L Ctr u Lft Wood 
C Ext. Door L Ctr Lft casing Wood 

Ceiling L Rgt Gypsum 
C Wall L Rgt Gypsum 
C Baseboard L Ctr Wood 

Stairs L Lft Stringer Wood 
Stairs Riser Wood 
Stairs Tread Wood 
Railing L Ctr Railing Wood 

A Access Panel L Ctr Metal 
A Door L Ctr u Lft Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 

1.0 
0.9 
0.9 
0.0 
0.1 
0.0 
0.2 
0.1 
0.0 
0.0 
0.2 
0.0 
0.0 

-0.1 
0.0 

-0.1 
0.3 
0.1 
0.0 

-0.1 
0.3 
0.0 
0.3 
0.0 
0.3 
0.2 
0.0 
0.2 
0.0 
0.0 
0.1 

-0.1 
0.0 

-0.1 
4.13 
O.‘O 
0.2 
0.0 

-0.1 
-0.1 
0.2 
0.2 

-0.3 
0.1 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

KEY 
-“., 

L = Lower I = intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1623A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.2 OM 
8 Hall 1 B Wall L Ctr Gypsum Beige 0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 0 Door L Ctr U Lft Wood Beige 0.0 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.1 QM 
15 Bath 1 B Wall L Ctr Gypsum Beige 0.0 QM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige -0.1 QM 
17 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.3, QM 
18 Bath 1 B Baseboard L Rgt Vinyl Beige 0.1 QM 
19 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
20 Mech Closet B Wall U Lft Gypsum Beige -0.1 OM 
21 Mech Closet A Baseboard L Rgt Wood Beige O.~I OM 
22 Mech Closet B Door L Ctr U Rgt Wood Beige 0.0 QM 
23 Mech Closet B Door L Ctr Lft casing Wood Beige O.~I QM 
24 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
25 Kitchen 0 Wall L Lft Gypsum Beige O.~l QM 
26 Kitchen 0 Baseboard L Ctr Wood Beige 0.2 QM 
27 Kitchen C Door L Ctr U Ctr Wood Beige 0.0 QM 
28 Kitchen C Door L Ctr Lft casing Wood Beige 0.2 QM 
29 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
30 Kitchen B Counter L Ctr Wood White 0.0 QM 
31 Living 1 Ceiling L Lft Gypsum Beige 0.1 QM 
32 Living 1 B Wall U Rgt Gypsum Beige -0.1 QM 
33 Living 1 B Baseboard L Ctr Wood Beige 0.0 QM 
34 Living 1 A Door L Ctr U Lft Wood Beige -0.1 OM 
35 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 4.0 OM 
36 Stair/Hall 2 Ceiling L Rgt Gypsum Beige 0.0 QM 
37 Stair/Hall 2 C Wall L Rgt Gypsum Beige 0.2 QM 
38 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 OM 
39 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0.1 QM 
40 Stair/Hall 2 Stairs Riser Wood Stain -0.1 QM 
41 Stair/Hall 2 Stairs Tread Wood Stain 0.2 OM 
42 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 QM 
43 Stair/Hall 2 A Access Panel L Ctr Metal Beige -0.3 QM 
44 Stair/Hall 2 A Door L Ctr U Lft Wood Beige 0.1 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
>-""', 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1623A 

Read Room Paint Lead 
,“-\ Noa Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bath 2 
52 Bath 2 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 1 
59 Bedroom 1 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Bedroom 2 
64 Bedroom 2 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,.,--- , 68 Closet 1 
69 Closet 1 
70 Closet I 
71 Closet 1 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Closet 2 
80 Closet 2 
81 Stor. 1 
82 Stor. 1 
83 Stor. 1 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

A 
6 
A 

B 
C 
C 
C 

D 
D 
C 
C 
C 
C 

C 
C 
D 
D 

C 
D 
B 
B 
C 
C 

C 
B 
B 
B 
C 
D 
D 
D 

B 
B 
A 
A 
A 
A 
A 

Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Wall 
Ext. Door 
Door Trim 
Patio Fence 

L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
!- Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 

Lft casing 

u Lft 
Lft casing 

u Lft 
Rgt casing 

L Ctr 
Rgt casing 

U Rgt 
Rgt casing 

L Rgt 
Lft casing 

Lft casing 

Rgt casing 

I Wood 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Concrete 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
, ‘2\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Pink 
Beige 
Beige 
White 
White 
Beige 

Cov. = Cover 

0.3 QM 
-0.1 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.4 QM 
2.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.l QM 
0.:3 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.13 QM 
OAJ QM 
0.2 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.2 QM 
3.8 QM 

-0.1 QM 
0.2 QM 
2.6 QM 
1 ..7 QM 

-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cmZ = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1623A 

Read Room Paint Lead 
No. Name Wal\* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 A Door L Ctr Lft casing I Wood Beige 0.3 QM 
46 Stair/Hall 2 B Shelf L Ctr Wood Beige -0.1 QM 
47 Stair/Hall 2 A Shelf Supt. L Ctr Wood Beige 0.3 QM 
48 Bath 2 Ceiling L Lft Gypsum Beige 0.0 QM 
49 Bath 2 B Wall U Ctr Gypsum Beige 0.3 QM 
50 Bath 2 C Door L Ctr U Lft Wood Beige 0.2 QM 
51 Bath 2 C Door L Ctr Lft casing Wood Beige 0.4 QM 
52 Bath 2 C Baseboard L Ctr Vinyl Beige 2.1 QM 
53 Bedroom 1 Ceiling L Rgt Gypsum Beige 0.0 QM 
54 Bedroom 1 D Wall U Rgt Gypsum Beige -0.1 QM 
55 Bedroom 1 D Baseboard L Ctr Wood Beige -0.1 QM 
56 Bedroom 1 C Door L Ctr U Lft Wood Beige 0.1 QM 
57 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.1 QM 
58 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 QM 
59 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.2 QM 
60 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 QM 
61 Bedroom 2 C Wall L Rgt Gypsum Beige 0.0 QM 
62 Bedroom 2 C Baseboard L Ctr Wood Beige 0.0 QM 
63 Bedroom 2 D Door L Ctr L Ctr Wood Beige 0.0 QM 
64 Bedroom 2 D Door L Ctr Rgt casing Wood Beige 0.11 QM 
65 Closet 1 Ceiling L Rgt Gypsum Beige 0.0 QM 
66 Closet 1 C Wall L Ctr Gypsum Beige 0.0 QM 
67 Closet 1 D Baseboard L Ctr Wood Beige 0.0 QM 
68 Closet 1 B Door L Ctr U Rgt Wood Beige 0.0 QM 
69 Closet 1 B Door L Ctr Rgt casing Wood Beige 0:1 QM 
70 Closet 1 C Shelf L Ctr Wood Beige 0.:) QM 
71 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.0 QM 
72 Closet 2 Ceiling L Lft Gypsum Beige 0.:3 QM 
73 Closet 2 C Wall L Ctr Gypsum Beige 0.0 QM 
74 Closet 2 B Baseboard L Ctr Wood Beige 0.1 QM 
75 Closet 2 B Door L Ctr L Rgt Wood Beige 0.1 QM 
76 Closet 2 B Door L Ctr Lft casing Wood Beige 0.18 QM 
77 Closet 2 C Shelf L Ctr Wood Beige 0.0 QM 
78 Closet 2 D Shelf Supt. L Ctr Wood Beige 0.2 QM 
79 Closet 2 D Attic Panel L Ctr Wood Beige 0.0 QM 
80 Closet 2 D Panel Frame L Ctr Wood Beige 0.1 QM 
81 Stor. 1 Ceiling L Lft Concrete Beige 0.3 QM 
82 Stor. 1 B Wall L Lft Concrete Beige 0.2 QM 
83 Stor. 1 B Ext. Door L Ctr Lft casing Wood Pink 3.8 QM 
84 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 QM 
85 Exterior A A Wall L Lft Concrete Beige 0.2 QM 
86 Exterior A A Ext. Door L Ctr Rgt casing Wood White 2.6 QM 
87 Exterior A A Door Trim L Ctr Wood White 1 .. 7 QM 
88 Exterior A A Patio Fence L Ctr Concrete Beige -01 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1623A 

Page 3 of 3 

Read Room 
@-‘\ No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
A Fence Inlay L Ctr I Concrete White -0.1 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior B B 
95 Exterior B B 
96 Exterior B B 
97 Exterior A A 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 Exterior C C 
103 Exterior C C 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 
109 CALIBRATION 

A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Wall 
Stor. Roof 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Metal 
P Wood 
I Wood 
I Concrete 
P Wood 
I Wood 
I Concrete 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 
P Wood 
I Wood 

Beige 
White 
White 
Beige 
White 
White 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
White 
White 

0.0 
2.5 
0.0 

-0.1 
2.3 
0.0 
0.0 

-0.2 
0.0 
3.6 
0.1 

-0.2 
1.9 
0.2 
1.0 
1.0 
1.0 
0.0 
0.0 
0.2 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,, ‘“I 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST. FL 
UNIT 1623A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fence Inlay L Ctr I Concrete White -0.1 QM 
90 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.0 QM 
91 Exterior A A Fascia L Ctr P Wood White 2.5 QM 
92 Exterior A A Soffit L Ctr Wood White 0.0 QM 
93 Exterior A A U.Facing L Ctr I Concrete Beige -0.1 QM 
94 Exterior B B Fascia L Ctr P Wood White 2.3 QM 
95 Exterior B B Soffit L Ctr Wood White 0.0 QM 
96 Exterior B B Wall L Ctr Concrete Beige 0.0 OM 
97 Exterior A A Stor. Roof L Ctr Concrete Beige -0.2 QM 
98 Exterior C C Wall L Ctr Concrete Beige 0.0 QM 
99 Exterior C C Door Trim L Ctr Wood White 3.6 QM 

100 Exterior C C Threshold L Ctr Concrete Beige 0.1 QM 
101 Exterior C C Patio Fence L Ctr Concrete Beige -0.2 QM 
102 Exterior C C Fascia L Ctr P Wood White 1.9 QM 
103 Exterior C C Soffit L Ctr Wood White 0.2 QM 
104 CALIBRATION 1.0 Std 
105 CALIBRATION 1.0 Std 
106 CALIBRATION 1.0 Std 
107 CALIBRATION 0.0 Std 
108 CALIBRATION 0.0 Std 
109 CALIBRATION 0.2 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1624A 

Page 1 of 4 

Read Room Paint Lead 
;“-~ No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

1 CALIBRATION 1.3 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Bath 1 
14 Bath 1 
15 Bath 1 
16 Bath I 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

I Cr.*\ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
B 
B 
B 
A 

B 
D 
D 
A 
A 
D 

C 
B 
D 
D 

C 
C 
B 
B 

C 
C 
C 
B 
B 
B 

A 
A 
A 
C 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf Supt. 
Ceiling 
Wail 
Door 
Door 
Shelf 
Shelf Supt. 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 

L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

L Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

,,‘-^- KEY 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1.3 Std 
1.1 Std 
0.0 Std 
0.1 Std 
0.1 Std 
0.2 QM 

-0.2 QM 
-0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
0.3 QM 
0.5 QM 
0.6 QM 
0.1 QM 
0.6 QM 
0.3 QM 
0.0 QM 
0.2 QM 

-0.3 QM 
0.2 QM 
0.2 QM 
0.2 QM 
0.0 QM 

-0.l QM 
0.4 QM 
0.:2 QM 

-0.1 QM 
-0.1 QM 
0.3 QM 
2.1 QM 
0.0 QM 

-0.1 QM 
0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of4 
KEY WEST, FL 
UNIT 1624A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.3 Std 
2 CALI BRA TION 1.3 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.2 OM 
8 Hall 1 B Wall L Rgt Gypsum Beige -0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Rgt casing Wood Beige 0.2 OM 
12 Hall 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
13 Bath 1 Ceiling U Lft Gypsum Beige -0.1 OM 
14 Bath 1 B Wall U Ctr Gypsum Beige -0.1 OM 
15 Bath 1 0 Door L Ctr U Ctr Wood Beige -0.1 OM 
16 Bath 1 D Door L Ctr Lft casing Wood Beige 0.3 OM 
17 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
18 Bath 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
19 Bath 1 D Baseboard L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige -0.1 OM 
21 Closet 1 C Wall L Ctr Gypsum Beige -0.1 OM 
22 Closet 1 B Baseboard L Ctr Wood Beige 0.2\ OM 
23 Closet 1 D Door L Ctr U Ctr Wood Beige O.ti OM 
24 Closet 1 D Door L Ctr Lft casing Wood Beige 0.6 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0.1. OM 
26 Mech Closet C Wall L Ctr Gypsum Beige OJ> OM 
27 Mech Closet C Baseboard L Ctr Wood Beige 0.3 OM 
28 Mech Closet B Door L Ctr U Ctr Wood Beige 0.0 OM 
29 Mech Closet B Door L Ctr Lft casing Wood Beige 0.2 OM 
30 Kitchen Ceiling L Lft Gypsum Beige -0.3 OM 
31 Kitchen C Wall U Rgt Gypsum Beige 0.2 OM 
32 Kitchen C Baseboard L Ctr Wood Beige 0.2 OM 
33 Kitchen C Door L Ctr U Ctr Wood Beige 0.2 OM 
34 Kitchen B Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Kitchen B Cabinet L Ctr Wood Stain -0 .. 1 OM 
36 Kitchen B Counter L Ctr Wood White 0.4 OM 
37 Living 1 Ceiling L Lft Gypsum Beige 0.:2 OM 
38 Living 1 A Wall U Ctr Gypsum Beige -0.1 OM 
39 Living 1 A Baseboard L Ctr Wood Beige -0.1 OM 
40 Living 1 A Door L Ctr L Lft Wood Beige 0.3 OM 
41 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.1 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
43 Living 1 A U. Molding L Ctr Wood Beige -0.1 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.1 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. " Support Mech. = Mechanical 

Ctr. = Center Std " 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1624A 

Page 2 of 4 

Read Room 
^---* No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bedroom 1 
67 Bedroom 1 

,_-‘” - 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom I 
71 Bedroom 1 
72 Bedroom 1 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Ceiling L Lft I Gypsum Beige 0.4. QM 
B 
C 
C 
C 
C 

B 
C 
C 

A 
B 
B 

A 
C 
D 
D 
D 
D 

B 
C 
B 
B 
B 
B 

A 
B 
A 
A 
C 
C 
B 
B 

Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 

L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

Newel post 
Balusters 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Lft 
Rgt casing 

U Ctr 
Rgt casing 

L Lft 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 
Sill 
Apron 

Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.0 
-0.1 
-0.2 
0.0 

-0.1 
0.3 
0.2 
0.4 
0. I 
0.3 
0.0 

-0.I 
0:l 

-0.1 
-0.l 
O.,l 
0.6 
0.5 
0.1 

-0.1 
-0.1 
0.0 
0.1 
0.0 

-0.1 
0.3 
0.0 
0.2 

-0.1 
0.0 
0..2 
0.3 
0.4 
0.6 
0.1 
0.1 
0.2 

-0.2 
0.0 
0.2 
0.3 

-0.1 

0.2 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 4 
KEY WEST, FL 
Unit 1624A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Lft I Gypsum Beige 0.4 OM 
46 Stair/Hall 2 B Wall L Ctr Gypsum Beige 0.0 OM 
47 Stair/Hall 2 C Baseboard L Ctr Wood Beige -0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige -0.2 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.0 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige -0.1 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.3 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain 0.4 OM 
54 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0:1 OM 
55 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.3 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige -0:1 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.'1 OM 
59 Stair/Hall 2 B Door L Ctr L Lft Wood Beige -0.'1 OM 
60 Stair/Hall 2 C Door L Ctr Rgt casing Wood Beige -0.'1 OM 
61 Stair/Hall 2 C Access Panel L Ctr Metal Beige 0.1 OM 
62 Bath 2 Ceiling L Lft Gypsum Beige 0.13 OM 
63 Bath 2 A Wall L Rgt Gypsum Beige 0.:5 OM 
64 Bath 2 B Door L Ctr U Ctr Wood Beige 0.1 OM 
65 Bath 2 B Door L Ctr Rgt casing Wood Beige -0.1 OM 
66 Bedroom 1 Ceiling L Lft Gypsum Beige -0.1 OM 
67 Bedroom 1 A Wall L Ctr Gypsum Beige 0.0 OM 
68 Bedroom 1 C Baseboard L Ctr Wood Beige 0.1 OM 
69 Bedroom 1 D Door L Ctr L Lft Wood Beige 0.0 OM 
70 Bedroom 1 D Door L Ctr Lft casing Wood Beige -0.1 OM 
71 Bedroom 1 D Shelf L Ctr Wood Beige 0.3 OM 
72 Bedroom 1 D Shelf Supt. L Ctr Wood Beige 0.0 OM 
73 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2 OM 
74 Bedroom 2 B Wall L Rgt Gypsum Beige -0.1 OM 
75 Bedroom 2 C Baseboard L Ctr Wood Beige 0.0 OM 
76 Bedroom 2 B Door L Ctr U Ctr Wood Beige 0..2 OM 
77 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0 .. 3 OM 
78 Bedroom 2 B Shelf L Ctr Wood Beige 0.4 OM 
79 Bedroom 2 B Shelf Supt. L Ctr Wood Beige 0.6 OM 
80 Bedroom 3 Ceiling L Lft Gypsum Beige 0.1 OM 
81 Bedroom 3 A Wall L Ctr Gypsum Beige 0.1 OM 
82 Bedroom 3 B Baseboard L Ctr Wood Beige 0.2 OM 
83 Bedroom 3 A Door L Ctr U Ctr Wood Beige -0.2 OM 
84 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.0 OM 
85 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
86 Bedroom 3 C Window L Ctr Apron Wood Beige 0.3 OM 
87 Bedroom 3 B Shelf L Ctr Wood Beige -0.1 OM 
88 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



Page 3 of 4 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1624A 

Read Room Paint Lead 
r...‘h, No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

89 Bath 3 
90 Bath 3 
91 Bath 3 
92 Bath 3 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Bedroom 4 
102 Stor. 1 
103 Stor. 1 
104 Stor. 1 
105 Stor. 1 
106 Stor. 1 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

.c 112 Exterior A 
113 Exterior A 
114 Exterior A 
115 Exterior A 
116 Exterior A 
117 Exterior A 
118 Exterior B 
119 Exterior B 
120 Exterior B 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 
127 Exterior C 
128 Exterior C 
129 Exterior C 
130 Exterior C 
131 Exterior C 

D 
C 
C 

C 
C 
A 
A 
C 
C 
A 
D 

B 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Shelf 
Shelf Supt. 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov 
Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Rgt casing 

L Lft 
Rgt casing 
Sill 
Apron 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Concrete Beige 
Wood White 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C wails are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Wm. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

0.C QM 
0.5 QM 
0.0, QM 
0.6 QM 
0.0 QM 
0.2 QM 
0.3. QM 

-0.1 QM 
0.2, QM 
0.2, QM 
0.0 QM 

-0.2, QM 
0.2 QM 

-0.3 QM 
0.1 QM 
3.5, QM 
0.5) QM 
0.2 QM 
0.3 QM 
0.4. QM 

-0.1 QM 
3.7 QM 
4.3) QM 

-0.1 QM 
-0.1 QM 
0.8 QM 
2.0 QM 
O.i! QM 
0.2 QM 

-0.1 QM 
2.i! QM 
0 C’ .CJ QM 
0.0 QM 
1 .6 QM 

-0.1 QM 
0.5 QM 

-o.;i QM 
2.;i QM 
0.1 QM 
3.3 QM 
1 .o QM 
0.0 QM 

-0.3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 4 
KEY WEST, FL 
UNIT 1624A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 Ceiling L Lft I Gypsum Beige O.C OM 
90 Bath 3 0 Wall U Ctr I Gypsum Beige 0.5 OM 
91 Bath 3 C Door L Ctr L Lft Wood Beige 0.0 OM 
92 Bath 3 C Door L Ctr Rgt casing Wood Beige 0.6 OM 
93 Bedroom 4 Ceiling L Lft Gypsum Beige 0.0 OM 
94 Bedroom 4 C Wall L Ctr Gypsum Beige 0.2 OM 
95 Bedroom 4 C Baseboard L Ctr Wood Beige 0.3 OM 
96 Bedroom 4 A Door L Ctr L Lft Wood Beige -0.1 OM 
97 Bedroom 4 A Door L Ctr Rgt casing Wood Beige 0.3 OM 
98 Bedroom 4 C Window L Ctr Sill Wood Beige 0.3 OM 
99 Bedroom 4 C Window L Ctr Apron Wood Beige 0.0 OM 

100 Bedroom 4 A Shelf L Ctr Wood Beige -0.3 OM 
101 Bedroom 4 0 Shelf Supt. L Ctr Wood Beige 0.2 OM 
102 Stor. 1 Ceiling L Lft Concrete Beige -0.3 OM 
103 Stor. 1 B Wall L Ctr Concrete Beige 0.1 OM 
104 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 3.5- OM 
105 Stor. 1 A Shelf L Ctr Wood Beige 0.5- OM 
106 Stor. 1 A Shelf Supt. L Ctr Wood Beige 0.2. OM 
107 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.3 OM 
108 Exterior A A Threshold L Ctr Concrete Beige 0.4 OM 
1 09 Exterior A A Wall L Ctr Concrete Beige -0.1 OM 
11 0 Exterior A A Ext. Door L Ctr Lft casing Wood White 3.7 OM 
111 Exterior A A Door Trim L Ctr Wood White 4.2, OM 
112 Exterior A A Patio Fence L Ctr Concrete Beige -0.1 OM 
113 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
114 Exterior A A AlC Line Cov. L Ctr Metal Beige o.e OM 
115 Exterior A A Fascia L Ctr P Wood Beige 2.0 OM 
116 Exterior A A Soffit L Ctr Wood Beige O.L: OM 
117 Exterior A A U.Facing L Ctr Concrete Beige 0.2 OM 
118 Exterior B B Wall L Ctr Concrete Beige -0.1 OM 
119 Exterior B B Fascia L Ctr Wood White 22 OM 
120 Exterior B B Soffit L Ctr Wood White 0.21 OM 
121 Exterior C C Wall U Ctr Concrete Beige 0.0 OM 
122 Exterior C C Door Trim L Ctr F Wood White Hi OM 
123 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
124 Exterior C C Overhang L Ctr Wood White O.E; OM 
125 Exterior C C Patio Fence L Ctr Concrete Beige -0.2 OM 
126 Exterior C C Fascia L Ctr Wood White 2.2 OM 
127 Exterior C C Soffit L Ctr Wood White 0.1 OM 
128 Exterior C C Win. Frame L Ctr Wood Beige 3.3 OM 
129 Exterior C C U. Trim L Ctr Wood Beige 1.0 OM 
130 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
131 Exterior C C Stor. Roof L Ctr Concrete Beige -0.3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctf. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Pa9e 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 162X 

Read Room Paint Lead 
.--->‘Y No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Bath I 
21 Closet 1 
22 Closet 1 
23 Closet 1 

-. 24 Closet 1 
25 Closet 1 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Mech Closet 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Kitchen 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

D 
D 
B 
B 
B 
C 

D 
D 
D 
A 
D 
B 

D 
D 
D 
D 

B 
D 
A 
A 

A 
B 
C 
C 
C 
C 

D 
D 
B 
B 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 

L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

1 .o 
0.9 
1 .o 
0.1 
0.0 
0.1 

-0.2 
0.1 
0.0 
0.1 
0.0 
O.i! 
0.0 
0.2 
0.1 
0.3 
O.i! 
0.1 
0.4. 
0.0 
0.3 
0.3 
0.0 
0.0 
O.Z! 
0.1 
0.21 
0.3 
0.3 
0.0 
0.0 
0.3 
0.3 
O.S! 
0.1 
0.0 
0.1 
0.0 
0.3 

-o.:i 
-0.2 
-0.l 
0.2 
0.l 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wail A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
, Al,. 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa~le 1 of 3 
KEY WEST, FL 
UNIT 1625C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -02 OM 
8 Hall 1 D Wall L Ctr Gypsum Beige 0.1 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.1 OM 
11 Hall 1 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 02 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 02 OM 
15 Bath 1 D Wall U Rgt Gypsum Beige 0.1 OM 
16 Bath 1 D Door L Ctr U Ctr Wood Beige 0.2. OM 
17 Bath 1 D Door L Ctr Rgt casing Wood Beige 02 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.1 OM 
19 Bath 1 D Shelf Supt. L Ctr Wood Beige 0.4 OM 
20 Bath 1 B Baseboard L Ctr Vinyl Beige 0.0 OM 
21 Closet 1 Ceiling L Lft Gypsum Beige O.2~ OM 
22 Closet 1 D Wall L Ctr Gypsum Beige 0.2. OM 
23 Closet 1 D Baseboard L Ctr Wood Beige 0.0 OM 
24 Closet 1 D Door L Ctr U Ctr Wood Beige 0.0 OM 
25 Closet 1 D Door L Ctr Lft casing Wood Beige 0.2 OM 
26 Mech Closet Ceiling L Lft Gypsum Beige 0.1 OM 
27 Mech Closet B Wall U Ctr Gypsum Beige 0.2 OM 
28 Mech Closet D Baseboard L Ctr Wood Beige o.~\ OM 
29 Mech Closet A Door L Ctr U Lft Wood Beige 0.3 OM 
30 Mech Closet A Door L Ctr Lft casing Wood Beige 0.0 OM 
31 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
32 Kitchen A Wall L Ctr Gypsum Beige O.~\ OM 
33 Kitchen B Baseboard L Ctr Wood Beige O.~I OM 
34 Kitchen C Door L Ctr U Ctr Wood Beige 0.2 OM 
35 Kitchen C Door L Ctr Lft casing Wood Beige 0.1 OM 
36 Kitchen C Cabinet L Ctr Wood Stain 0.0 OM 
37 Kitchen C Counter L Ctr Wood Stain 0.1 OM 
38 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
39 Living 1 D Wall U Ctr Gypsum Beige O.~I OM 
40 Living 1 D Baseboard L Ctr Wood Beige -0.:1 OM 
41 Living 1 B Door L Ctr U Lft Wood Beige -0.2 OM 
42 Living 1 B Door L Ctr Lft casing Wood Beige -0:1 OM 
43 Living 1 A Flight L Ctr Wood Beige 0.2 OM 
44 Living 1 A U. Molding L Ctr Wood Beige 0:1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ex!. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 162X 

Read 
’ ““- No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

45 Living 1 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bath 2 
67 Bedroom 1 

/ “-. 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 2 
88 Bedroom 3 

A 

B 
C 
C 
C 
C 

C 
C 

A 
B 
B 
B 

C 
B 
C 
D 

D 
C 
C 
C 
D 
C 

B 
C 
A 
A 
C 
C 
A 
D 

Balust. Beam 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Rgt 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Newel post 
Balusters 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

u Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

_’ -> 

L = Lower I = intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige -0.1 
Beige -0.1 
Beige 0.0 
Beige 0.1 
Beige 0.3 
Beige 0.2 
Beige 0.1 
Stain 0.2 
Stain 0.3 
Stain -0.2 
Stain 0.0 
Beige 0.2 
Beige 0.2 
Beige 0.0 
Beige -0.1 
Beige 0.0 
Beige 0.4 
Beige -0.1 
Beige 0.5 
Beige -0.1 
Beige 0.2 
Beige 3.2 
Beige 0.4 
Beige 0.3 
Beige 0.5 
Beige 0.5 
Beige 0.5 
Beige 0.0 
Beige -0.2 
Beige -0.1 
Beige -0.1 
Beige 0.2 
Beige 0.2 
Beige 0.3 
Beige 0.6 
Beige -0.1 
Beige -0.1 
Beige 0.01 
Beige 0.1 
Beige -0.2: 
Beige -0.1 
Beige 0.2 
Beige 0.0 
Beige 0.1 

Cov. = Cover 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Lefl 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1625C 

Read Room Paint Lead 
No. Name WalJ* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Living 1 A Balust. Beam L Ctr I Wood Beige -0.1 OM 
46 Stair/Hall 2 Ceiling L Rgt Gypsum Beige -0.1 OM 
47 Stair/Hall 2 B Wall L Rgt Gypsum Beige 0.0 OM 
48 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.1 OM 
49 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.3 OM 
50 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.2 OM 
51 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
52 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.2 OM 
53 Stair/Hall 2 Stairs Riser Wood Stain 0.3 OM 
54 Stair/Hall 2 Stairs Tread Wood Stain -0.2 OM 
55 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
56 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.2 OM 
57 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.2 OM 
58 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
59 Stair/Hall 2 Panel Frame L Ctr Wood Beige -0.1 OM 
60 Stair/Hall 2 C Door L Ctr U Ctr Wood Beige 0.0 OM 
61 Stair/Hall 2 C Door L Ctr Rgt casing Wood Beige 0.4 OM 
62 Bath 2 Ceiling L Lft Gypsum Beige -0.1 OM 
63 Bath 2 A Wall U Ctr Gypsum Beige 0.5 OM 
64 Bath 2 B Door L Ctr U Ctr Wood Beige -0.1 OM 
65 Bath 2 B Door L Ctr Lft casing Wood Beige 0.2 OM 
66 Bath 2 B Baseboard L Ctr Vinyl Beige 3.2 OM 
67 Bedroom 1 Ceiling L Lft Gypsum Beige 0.4 OM 
68 Bedroom 1 C Wall U Ctr Gypsum Beige 0.3 OM 
69 Bedroom 1 B Baseboard L Ctr Wood Beige 0.5 OM 
70 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.5 OM 
71 Bedroom 1 0 Door L Ctr Rgt casing Wood Beige 0.5 OM 
72 Closet 2 Ceiling L Lft Gypsum Beige 0.0 OM 
73 Closet 2 0 Wall U Ctr Gypsum Beige -0.2 OM 
74 Closet 2 C Baseboard L Ctr Wood Beige -0.1 OM 
75 Closet 2 C Door L Ctr U Ctr Wood Beige -0.1 OM 
76 Closet 2 C Door L Ctr Rgt casing Wood Beige 0.2 OM 
77 Closet 2 0 Shelf L Ctr Wood Beige 0.2 OM 
78 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
79 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.6 OM 
80 Bedroom 2 B Wall U Ctr Gypsum Beige -0.1 OM 
81 Bedroom 2 C Baseboard L Rgt Wood Beige -0.1 OM 
82 Bedroom 2 A Door L Ctr U Lft Wood Beige 0.0 OM 
83 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.1 OM 
84 Bedroom 2 C Window L Ctr Sill Wood Beige -0.2 OM 
85 Bedroom 2 C Window L Ctr Apron Wood Beige -0.1 OM 
86 Bedroom 2 A Shelf L Ctr Wood Beige 0.2 OM 
87 Bedroom 2 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
88 Bedroom 3 Ceiling L Lft Gypsum Beige 0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Sid = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 162X 

Read 
I A-\ No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Bedroom 3 
97 Stor. 1 
98 Stor. 1 
99 Stor. 1 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior C 

r.\ 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 

A 
D 
A 
A 
C 
C 
A 
B 

B 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 

U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I 
U Ctr I 
Lftcasing I 
Sill I 
Apron I 

Lftcasing I 

Lft casing P 
P 

P 

P 

Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Wood White 
Concrete Grey 
Concrete White 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 

-0.1 
0.3 
0.21 
0.0 
0.2 

-0.21 
-0.1 
0.21 
0.1 
0.1 
4.5 
0.3 

-0.21 
-0.1 
3.0 
2.2! 

-0.1 
0.3 
0.4 
0.1 
0.0 
0.1 

-0.2! 
0.3 
0.2 
0.4 
0.3 
0.4 
0.0 
2.7 
1.6 

-O.‘l 
0.0 
1 .o 
0.9 
1 .o 
0.l 
0.0 
0.0 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

KEY 
;,^^ -, 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1625C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 A Wall U Ctr Gypsum Beige -0.1 QM 
90 Bedroom 3 0 Baseboard L Ctr Wood Beige 0.21 QM 
91 Bedroom 3 A Door L Ctr U Ctr Wood Beige 0.2 QM 
92 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.0 QM 
93 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 QM 
94 Bedroom 3 C Window L Ctr Apron Wood Beige -0.2 QM 
95 Bedroom 3 A Shelf L Ctr Wood Beige -0.1 QM 
96 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.2 QM 
97 Stor. 1 Ceiling L Lft Concrete Beige 0.1 QM 
98 Star. 1 B Wall L Ctr Concrete Beige 0.1 QM 
99 Star. 1 B Ext. Door L Ctr Lft casing Wood White 45 QM 

100 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.21 QM 
101 Exterior A A Threshold L Ctr Concrete Grey -0.2 QM 
102 Exterior A A Wall L Ctr Wood White -0.1 QM 
103 Exterior A A Ext. Door L Ctr Lft casing P Wood White 3.0 QM 
104 Exterior A A Door Trim L Ctr P Wood White 2.2 QM 
105 Exterior A A Patio Fence L Ctr Concrete Grey -0.1 QM 
106 Exterior A A Fence Inlay P Concrete White O.~I QM 
107 Exterior A A AlC Line Cov. L Ctr I Metal Grey 0.4 QM 

108 Exterior A A Fascia L Ctr P Wood White 0.1 QM 

109 Exterior A A Soffit L Ctr I Wood White 0.0 QM 

110 Exterior A A U.Facing L Ctr Concrete Grey 0.1 QM 

111 Exterior C C Wall U Ctr Concrete Grey -0.2 QM 

112 Exterior C C Door Trim L Ctr Wood White O.~I QM 
113 Exterior C C Threshold L Ctr Concrete Grey 0.2 QM 
114 Exterior C C Overhang L Ctr Wood Grey 0.4 QM 
115 Exterior C C Patio Fence L Ctr Concrete Grey 0.:1 QM 

116 Exterior C C Fascia L Ctr Wood White 0.4 QM 

117 Exterior C C Soffit L Ctr Wood White 0.0 QM 

118 Exterior C C Win. Frame L Ctr Wood Grey 2 -, .1 QM 

119 Exterior C C U. Trim L Ctr Wood Grey 1.6 QM 

120 Exterior C C Siding L Ctr Wood Grey -0:1 QM 

121 Exterior C C Stor. Roof L Ctr Concrete Grey 0.0 QM 

122 CALIBRATION 1.0 Std 

123 CALIBRATION 0.9 Std 

124 CALIBRATION 1.0 Std 

125 CALIBRATION 0:1 Std 

126 CALIBRATION 0.0 Std 

127 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1626A 

Page 1 of 4 

Read Room Paint Lead 
,-‘- No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
II Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

_, ““. 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 2 

B 
D 
B 
B 
B 
C 

D 
D 
D 
A 
A 

C 
C 
D 
D 

C 
A 
A 

D 
B 
C 
C 
D 
D 

C 
D 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

L Lft 
Lft casing 

u Lft 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C wails are labelied in a clockwise fashion.) 

L = Lower I = Intact 

U = Upper F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1 .o Std 
1 .o Std 
0.0 Std 
0.0 Std 
0.0 Std 

-0.1 QM 
0.0 QM 
0.2: QM 
0.2: QM 
0.51 QM 
0.21 QM 
0.9% QM 

-0.2: QM 
-0.2: QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
0.1 QM 
0.3 QM 
0.4. QM 
0.5 QM 

-0.2 QM 
0.2: QM 
0.2 QM 
0.2! QM 
0.0 QM 
0.4. QM 
0.3 QM 
0.3 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
-0.21 QM 
-0.1 QM 
0.0 QM 
0.3 QM 
0.1, QM 

-0.2 QM 
0.11 QM 

-o.:i QM 
O.‘l QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 4 
KEY WEST, FL 
UNIT 1626A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION o.e Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.2: OM 

10 Hall 1 B Door L Ctr L Lft Wood Beige 0.2: OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.5, OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.3, OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.3, OM 
14 Bath 1 Ceiling L Rgt Gypsum Beige -0.2 OM 
15 Bath 1 0 Wall U Ctr Gypsum Beige -0.2: OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.1 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.3; OM 
20 Closet 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.1 OM 
22 Closet 1 C Baseboard L Lft Wood Beige 0.3; OM 
23 Closet 1 0 Door L Ctr L Lft Wood Beige 0.4- OM 
24 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.5; OM 
25 Mech Closet Ceiling L Lft Gypsum Beige -0.2 OM 
26 Mech Closet C Wall L Ctr Gypsum Beige 0.2 OM 
27 Mech Closet A Door L Ctr U Lft Wood Beige 0.2 OM 
28 Mech Closet A Door L Ctr Lft casing Wood Beige 0.2 OM 
29 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
30 Kitchen 0 Wall U Rgt Gypsum Beige 0.4- OM 
31 Kitchen B Baseboard L Ctr Wood Beige O.~) OM 
32 Kitchen C Door L Ctr U Ctr Wood Beige 0.2. OM 
33 Kitchen C Door L Ctr Rgt casing Wood Beige -0.1 OM 
34 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 OM 
35 Kitchen 0 Counter L Ctr Wood Stain -0.1 OM 
36 Living 1 Ceiling L Lft Gypsum Beige -02 OM 
37 Living 1 C Wall L Ctr Gypsum Beige -0.1 OM 
38 Living 1 0 Baseboard L Ctr Wood Beige 0.0 OM 
39 Living 1 A Door L Ctr U Lft Wood Beige 0.3 OM 
40 Living 1 A Door L Ctr Lft casing Wood Beige 0.1, OM 
41 Living 1 A Flight L Ctr Wood Beige -0.2 OM 
42 Living 1 A U. Molding L Ctr Wood Beige 0.11 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige -O.~I OM 
44 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.'1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1626A 

Page 2 of 4 

Read 
“‘-- No. 

Room 
Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

,- /a~ 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 2 
88 Bath 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm’]t Mode 

Wall U Ctr Gypsum Beige A *1 
V.“. QM A 

B 
C 
C 
C 

A 
A 
D 

B 
B 
B 

D 
D 
D 
D 
D 
D 

B 
B 
B 
B 
B 
B 

D 
A 
B 
B 
B 
B 
B 
B 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

L Lft 
L Lft 
L Lft 
L Ctr 
L Rgt 

Newel post 
Balusters 

L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Rgt casing 

u Lft 
Lft casing 

L Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

I  = . . , ,  

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa~le 2 of 4 
KEY WEST, FL 
Unit 1626A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 A Wall U Ctr Gypsum Beige 0.2 QM 
46 Stair/Hall 2 B Baseboard L Lft Wood Beige -0:1 QM 
47 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.0 QM 
48 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige -0:1 QM 
49 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.4 QM 
50 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.2 QM 
51 Stair/Hall 2 Stairs Riser Wood Stain 0.3 QM 
52 Stair/Hall 2 Stairs Tread Wood Stain -0:1 QM 
53 Stair/Hall 2 Railing L Rgt Railing Wood Stain 0.0 QM 
54 Stair/Hall 2 Stairs L Rgt Railing cap Wood Stain 0.2 QM 
55 Stair/Hall 2 Cabinet L Ctr Wood Beige -0:1 QM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.2 QM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.2 QM 
58 Stair/Hall 2 A Door L Ctr U Lft Wood Beige -0.2 QM 
59 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige -0:1 QM 
60 Stair/Hall 2 D Access Panel L Ctr Metal Beige -0.4 QM 
61 Bath 2 Ceiling L Lft Gypsum Beige 0.2 QM 
62 Bath 2 B Wall U Ctr Gypsum Beige -0.2 QM 
63 Bath 2 B Door L Ctr U Lft Wood Beige 0.2 QM 
64 Bath 2 B Door L Ctr Lft casing Wood Beige 0.3 QM 
65 Bedroom 1 Ceiling L Rgt Gypsum Beige O.G QM 
66 Bedroom 1 D Wall L Ctr Gypsum Beige 0.2 QM 
67 Bedroom 1 D Baseboard L Lft Wood Beige 0.2 QM 
68 Bedroom 1 D Door L Ctr U Lft Wood Beige 0.4 QM 
69 Bedroom 1 D Door L Ctr Rgt casing Wood Beige 0.:3 QM 
70 Bedroom 1 D Shelf L Ctr Wood Beige 0.0 QM 
71 Bedroom 1 D Shelf Supt. L Ctr Wood Beige 0.2 QM 
72 Closet 2 Ceiling L Lft Gypsum Beige 0 .. 1 QM 
73 Closet 2 B Wall L Ctr Gypsum Beige -0 .. 1 QM 
74 Closet 2 B Baseboard L Rgt Wood Beige 0.:3 QM 
75 Closet 2 B Door L Ctr U Lft Wood Beige 0.4 QM 
76 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 QM 
77 Closet 2 B Shelf L Ctr Wood Beige 0.:3 QM 
78 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.2 QM 
79 Bedroom 2 Ceiling L Rgt Gypsum Beige -0.:2 QM 
80 Bedroom 2 D Wall L Rgt Gypsum Beige 0.:3 QM 
81 Bedroom 2 A Baseboard L Rgt Wood Beige 0.1 QM 
82 Bedroom 2 B Door L Ctr L Lft Wood Beige 0.2 QM 
83 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0.:2 QM 
84 Bedroom 2 B Window L Ctr Sill Wood Beige 0.0 QM 
85 Bedroom 2 B Window L Ctr Apron Wood Beige 0.:3 QM 
86 Bedroom 2 B Shelf L Ctr Wood Beige 0.4 QM 
87 Bedroom 2 B Shelf Supt. L Ctr Wood Beige 0.0 QM 

88 Bath 3 Ceiling L Lft Gypsum Beige 0.:2 QM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



Page 3 of 4 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1626A 

Read 
-\ No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2]i Mode 

90 Bath 3 
91 Bath 3 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Stor. 1 
102 Stor. 1 
103 Stor. 1 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
1 IO Exterior A 
111 Exterior A 

‘> 112 Exterior A 
113 Exterior A 
114 Exterior A 
115 Exterior B 
116 Exterior B 
117 Exterior B 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 
127 Exterior C 

B 
C 
C 

A 
A 
A 
A 
A 
A 
A 
A 

C 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Wall L Lft 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall L Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall u Lft 
Ext. Door L Ctr 
Stoop Ceil L Ctr 
Threshold L Ctr 
Wall L Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cov. L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Wall L Ctr 
Fascia L Ctr 
Sofm L Ctr 
Wall L Lft 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
Siding L Ctr 
Stor. Roof L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 

Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Metal Beige 
Wood White 
Vinyl White 
Concrete Beige 
Concrete Beige 
Wood White 
Vinyl White 
Concrete Beige 
Wood White 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Vinyl White 
Wood Beige 
Wood Beige 
Concrete Beige 

0.2 QM 
0.3 QM 
0:l QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.4 QM 

-O.‘l QM 
0.6 QM 
0.0 QM 
0.2 QM 

-0.I QM 
0.4 QM 
0.0 QM 
2.0 QM 
0.5 QM 

-0.2 QM 
-0:l QM 
3.:7 QM 
2.2 QM 

-0.2 QM 
-0.2 QM 
0.l QM 
0.0 QM 
0.l QM 

-0.l QM 
0.0 QM 
0.0 QM 
0:l QM 
0.:3 QM 
1.6 QM 
0.l QM 
0.0 QM 

-0.l QM 
0.0 QM 
0.:3 QM 
1 .:3 QM 
0.0 QM 
0.0 QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa~le 3 of 4 
KEY WEST, FL 
UNIT 1626A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2j1 Mode 

89 Bath 3 B Wall L Lft I Gypsum Beige 02 OM 
90 Bath 3 C Door L Ctr U Ctr Wood Beige 0.:3 OM 
91 Bath 3 C Door L Ctr Lft casing Wood Beige 0:1 OM 
92 Bedroom 4 Ceiling L Lft Gypsum Beige 0.0 OM 
93 Bedroom 4 A Wall L Ctr Gypsum Beige 0.0 OM 
94 Bedroom 4 A Baseboard L Ctr Wood Beige 0.:3 OM 
95 Bedroom 4 A Door L Ctr U Lft Wood Beige 0.4 OM 
96 Bedroom 4 A Door L Ctr Lft casing Wood Beige -0:1 OM 
97 Bedroom 4 A Window L Ctr Sill Wood Beige 0.6 OM 
98 Bedroom 4 A Window L Ctr Apron Wood Beige 0.0 OM 
99 Bedroom 4 A Shelf L Ctr Wood Beige 0.2 OM 

100 Bedroom 4 A Shelf Supt. L Ctr Wood Beige -0:1 OM 
101 Stor. 1 Ceiling L Lft Concrete Beige 0.4 OM 
102 Stor. 1 C Wall U Lft Concrete Beige 0.0 OM 
103 Stor. 1 B Ext. Door L Ctr Lft casing Wood White 2.0 OM 
104 Exterior A A Stoop Ceil L Ctr Concrete Beige O.!) OM 
105 Exterior A A Threshold L Ctr Concrete Beige -0.2 OM 
106 Exterior A A Wall L Ctr Concrete Beige -0:1 OM 
107 Exterior A A Ext. Door L Ctr Lft casing F Wood White 3.J OM 
108 Exterior A A Door Trim L Ctr P Wood White 2.:2 OM 
109 Exterior A A Patio Fence L Ctr Concrete Beige -0.2 OM 
110 Exterior A A Fence Inlay L Ctr Concrete Beige -0.2 OM 
111 Exterior A A AlC Line Cov. L Ctr Metal Beige 0:1 OM 
112 Exterior A A Fascia L Ctr Wood White 0.0 OM 
113 Exterior A A Soffit L Ctr Vinyl White 0:1 OM 
114 Exterior A A U. Facing L Ctr Concrete Beige -0:1 OM 
115 Exterior B B Wall L Ctr Concrete Beige 0.0 OM 
116 Exterior B B Fascia L Ctr Wood White 0.0 OM 
117 Exterior B B Soffit L Ctr Vinyl White 0:1 OM 
118 Exterior C C Wall L Lft Concrete Beige 0.:3 OM 
119 Exterior C C Door Trim L Ctr Wood White 1 ,(3 OM 
120 Exterior C C Threshold L Ctr Concrete Beige 0:1 OM 
121 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
122 Exterior C C Patio Fence L Ctr Concrete Beige -0:1 OM 
123 Exterior C C Fascia L Ctr Wood White 0.0 OM 
124 Exterior C C Soffit L Ctr Vinyl White 0.:3 OM 
125 Exterior C C Win. Frame L Ctr P Wood Beige 1.:3 OM 
126 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
127 Exterior C C Stor. Roof L Ctr Concrete Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Salust. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std = 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1626A 

Page 4 of 4 

Read Room Wall* Structure Location Member Paint Substrate Color Lead 
P--“- No. Name 

128 CALIBRATION 
Cond. (mglcm’) Mode 

1.1 Std 
129 CALIBRATION 1 .o Std 
130 CALIBRATION 1 .ci Std 
131 CALIBRATION 0.1 Std 
132 CALIBRATION 0.0 Std 
133 CALIBRATION 0.0 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C wails are labelled in a clockwise fashion.) 

KEY 
’ ” ” L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1626A 

Read Room 
No. Name 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 
133 CALIBRATION 

Wall* Structure Location Member 

'Used to designate from which wall (side of the room) a reading is taken. 

Paint 
Condo 

Page 4 of 4 

Substrate Color Lead 
(mg/cm2) Mode 

1.1 Std 
1.0 Std 
1.0 Std 
0.1 Std 
0.0 Std 
0.0 Std 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Mech Closet 

,, s ., 24 Mech Closet 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Stair/Hall 2 
44 Stair/Hall 2 

Ceiling u Lft Gypsum 
D Wall U Ctr Gypsum 
D Baseboard L Ctr Wood 
D Door L Ctr u Lft Wood 
D Door L Ctr Lft casing Wood 
B Shelf L Ctr Wood 
B Shelf Supt. L Ctr Wood 

Ceiling L Rgt Gypsum 
A Wall U Rgt Gypsum 
D Door L Ctr L Lft Wood 
D Door L Ctr Lft casing Wood 

Ceiling L Lft Gypsum 
C Wall U Rgt Gypsum 
B Baseboard L Ctr Wood 
D Door L Ctr u Lft Wood 
D Door L Ctr Lft casing Wood 

Ceiling u Lft Gypsum 
C Wall L Ctr Gypsum 
D Baseboard L Ctr Wood 
A Door L Ctr L Lft Wood 
A Door L Ctr Rgt casing Wood 

Ceiling L Lft Gypsum 
D Wall U Ctr Gypsum 
B Baseboard L Ctr Wood 
C Door L Ctr u Lft Wood 
C Door L Ctr Lft casing Wood 
B Cabinet L Ctr Wood 
B Counter L Ctr Wood 

Ceiling L Lft Gypsum 
A Wall U Rgt Gypsum 
A Baseboard L Ctr Wood 
A Door L Ctr U Ctr Wood 
A Door L Ctr Lft casing Wood 
A Flight L Ctr Wood 
A U. Molding L Ctr Wood 
A Balust. Beam L Ctr Wood 

Ceiling L Lft Gypsum 
D Wall U Ctr Gypsum 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

jcEiJ 
, . . . . 

L = Lower I = intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1627C 

Read Room Paint Lead 
/“I~ No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION I.21 Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa~Je 1 of 3 
KEY WEST, FL 
UNIT 1627C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1 ') .L Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Ha" 1 Ceiling U Lft Gypsum Beige 0.0 OM 
8 Ha" 1 D Wall U Ctr Gypsum Beige 0.0 OM 
9 Ha" 1 D Baseboard L Ctr Wood Beige 0.0 OM 

10 Ha" 1 D Door L Ctr U Lft Wood Beige 0.4 OM 
11 Ha" 1 D Door L Ctr Lft casing Wood Beige O.~I OM 
12 Ha" 1 B Shelf L Ctr Wood Beige -0.1 OM 
13 Ha" 1 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Rgt Gypsum Beige 0.2 OM 
15 Bath 1 A Wall U Rgt Gypsum Beige 0.2 OM 
16 Bath 1 D Door L Ctr L Lft Wood Beige 0.0 OM 
17 Bath 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Closet 1 Ceiling L Lft Gypsum Beige -0.11 OM 
19 Closet 1 C Wall U Rgt Gypsum Beige 0.2 OM 
20 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
21 Closet 1 D Door L Ctr U Lft Wood Beige 0.0 OM 
22 Closet 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
23 Mech Closet Ceiling U Lft Gypsum Beige 0.0 OM 
24 Mech Closet C Wall L Ctr Gypsum Beige -0.11 OM 
25 Mech Closet D Baseboard L Ctr Wood Beige -0.11 OM 
26 Mech Closet A Door L Ctr L Lft Wood Beige 0.0 OM 
27 Mech Closet A Door L Ctr Rgt casing Wood Beige 02 OM 
28 Kitchen Ceiling L Lft Gypsum Beige 0.,1 OM 
29 Kitchen D Wall U Ctr Gypsum Beige 0.0 OM 
30 Kitchen B Baseboard L Ctr Wood Beige 02 OM 
31 Kitchen C Door L Ctr U Lft Wood Beige -0:1 OM 
32 Kitchen C Door L Ctr Lft casing Wood Beige 0:1 OM 
33 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
34 Kitchen B Counter L Ctr Wood Stain 0.0 OM 
35 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
36 Living 1 A Wall U Rgt Gypsum Beige -0:1 OM 
37 Living 1 A Baseboard L Ctr Wood Beige 0.0 OM 
38 Living 1 A Door L Ctr U Ctr Wood Beige 0.0 OM 
39 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
40 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
41 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
42 Living 1 A Balust. Beam L Ctr Wood Beige -0.4 OM 
43 Stair/Hall 2 Ceiling L Lft Gypsum Beige 02 OM 
44 Stair/Hall 2 0 Wall U Ctr Gypsum Beige -0:1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1627C 

Page 2 of 3 

Read 
/“‘-+ No. 

Room 
Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

‘_j 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bath 3 
88 Bath 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
D L Lft 0.0 QM 
C 
C 
C 

A 
A 
D 

C 
B 
B 

B 
B 
C 
C 
D 
D 

C 
B 
B 
B 
B 
B 

B 
B 
C 
C 
C 
C 
B 
B 

B 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

Beige 
L Lft 
L Lft 
L Ctr 
L Lft 

Newel post 
Balusters 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

L Lft 
Lft casing 

L Ctr 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.1 

0.0 

-0.1 

0.0 

0.0 

-0.1 

0.0 

0.0 

-0.1 

0.0 

0.0 

0.0 
-O.'l 

-O.'i 

-O.'l 

0.0 

0.4 

0.2 

0.2 

0.4 

-0.7 

0.l 

0.3 

-0.l 

0.0 

0.2 

-O.‘l 
0.0 
0.l 
0.0 
0.0 

-O.‘l 
0.2 
0:l 
O.‘l 
O.!j 
0:l 
0.4 
0.0 
0.2 
0.2 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

\ 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa~Je 2 of 3 
KEY WEST, FL 
Unit 1627C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Baseboard L Lft I Wood Beige 0.0 OM 
46 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.1 OM 
47 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.0 OM 
48 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige -0.1 OM 
49 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
50 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
51 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
52 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
54 Stair/Hall 2 Cabinet L Ctr Wood Beige -0.1 OM 
55 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
56 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 A Door L Ctr Rgt casing Wood Beige -0.'1 OM 
59 Stair/Hall 2 0 Access Panel L Ctr Metal Beige -0:1 OM 
60 Bath 2 Ceiling L Rgt Gypsum Beige -0:1 OM 
61 Bath 2 C Wall U Rgt Gypsum Beige 0.0 OM 
62 Bath 2 B Door L Ctr U Lft Wood Beige 0.4 OM 
63 Bath 2 B Door L Ctr Lft casing Wood Beige 0.2 OM 
64 Bedroom 1 Ceiling U Lft Gypsum Beige 0.2 OM 
65 Bedroom 1 B Wall U Lft Gypsum Beige 0.4 OM 
66 Bedroom 1 B Baseboard L Ctr Wood Beige -0:1 OM 
67 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0:1 OM 
68 Bedroom 1 C Door L Ctr Lft casing Wood Beige O.~l OM 
69 Bedroom 1 0 Shelf L Ctr Wood Beige -0:1 OM 
70 Bedroom 1 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
71 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2 OM 
72 Bedroom 2 C Wall U Rgt Gypsum Beige -0:1 OM 
73 Bedroom 2 B Baseboard L Ctr Wood Beige 0.0 OM 
74 Bedroom 2 B Door L Ctr L Lft Wood Beige 0:1 OM 
75 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
76 Bedroom 2 B Shelf L Ctr Wood Beige 0.0 OM 
77 Bedroom 2 B Shelf Supt. L Ctr Wood Beige -0:1 OM 
78 Bedroom 3 Ceiling L Lft Gypsum Beige 0.2 OM 
79 Bedroom 3 B Wall U Lft Gypsum Beige 0:1 OM 
80 Bedroom 3 B Baseboard L Ctr Wood Beige 0:1 OM 
81 Bedroom 3 C Door L Ctr L Ctr Wood Beige O.!) OM 
82 Bedroom 3 C Door L Ctr Lft casing Wood Beige 0:' OM 
83 Bedroom 3 C Window L Ctr Sill Wood Beige 0.4 OM 
84 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 OM 
85 Bedroom 3 B Shelf L Ctr Wood Beige 0.2 OM 
86 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.2 OM 
87 Bath 3 Ceiling L Lft Gypsum Beige 0.0 OM 
88 Bath 3 B Wall U Rgt Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1627C 

. 
Read Room Paint Lead 

‘.‘--’ No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2)i Mode 
89 Bath 3 Beige QM 
90 Bath 3 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Stor. 1 
101 Stor. 1 
102 Stor. 1 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

h 112 Exterior A 
113 Exterior A 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 

E 
C 
D 
A 
A 
C 
C 
A 
B 

D 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

Lft casing 

Rgt casing 

A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
P 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 
Concrete 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
White 
White 
Grey 
Grey 
Grey 
Grey 
White 
Grey 
Grey 
Grey 
Grey 

0.6 
O.‘l 
0.3 
0.3 

-0.2 
0.4 
0.0 
0.0 
0.2 
0.0 
0.0 

-O.‘l 

0.0 
2.3 

0.0 

0.0 

-0.3 

2.2 

2.4 

0.0 

-0.2 

-O.‘l 
1.3 
O.‘l 
0.2 
1.5 
0.0 
4.6 

-0.2 

O.!j 

-0.2 

5.7 
-0.2 

-0:l 
0.0 
0.2 
0.9 
0.13 
0.!3 

0.0 

0.0 

0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower I = Intact 

U = Upper F = Fair 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1627C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2j1 Mode 

89 Bath 3 C Door L Ctr U Lft Wood Beige 0.6 OM 
90 Bath 3 C Door L Ctr Lft casing Wood Beige 0:1 OM 
91 Bedroom 4 Ceiling L Lft Gypsum Beige 0.3 OM 
92 Bedroom 4 C Wall U Rgt Gypsum Beige 0.3 OM 
93 Bedroom 4 0 Baseboard L Ctr Wood Beige -0.2 OM 
94 Bedroom 4 A Door L Ctr U Lft Wood Beige 0.4 OM 
95 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.0 OM 
96 Bedroom 4 C Window L Ctr Sill Wood Beige 0.0 OM 
97 Bedroom 4 C Window L Ctr Apron Wood Beige 0.2 OM 
98 Bedroom 4 A Shelf L Ctr Wood Beige 0.0 OM 
99 Bedroom 4 B Shelf Supt. L Ctr Wood Beige 0.0 OM 

100 Stor. 1 Ceiling L Lft Concrete Beige -0:1 OM 
101 Stor.1 0 Wall U Ctr Concrete Beige 0.0 OM 
102 Stor. 1 B Ext. Door L Ctr Lft casing Wood White 2.3 OM 
103 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.0 OM 
104 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
105 Exterior A A Wall L Ctr Concrete Grey -O.:~ OM 
106 Exterior A A Ext. Door L Ctr Rgt casing Wood White 2.2 OM 
107 Exterior A A Door Trim L Ctr Wood White 2.4 OM 
108 Exterior A A Patio Fence L Ctr Concrete Grey 0.0 OM 
109 Exterior A A Fence Inlay L Ctr Concrete Grey -0.2 OM 
110 Exterior A A AlC Line Cov. L Ctr Metal Grey -0:1 OM 
111 Exterior A A Fascia L Ctr P Wood White 1.:~ OM 
112 Exterior A A Soffit L Ctr I Wood White 0:1 OM 
113 Exterior A A U. Facing L Ctr I Concrete Grey 0.2 OM 
114 Exterior C C Fascia L Ctr P Wood White 1.!5 OM 
115 Exterior C C Soffit L Ctr Wood White 0.0 OM 
116 Exterior C C Win. Frame L Ctr Wood Grey 4.6 OM 
117 Exterior C C U. Trim L Ctr Wood Grey -0.2 OM 
118 Exterior C C Siding L Ctr Wood Grey 0.!5 OM 
119 Exterior C C Wall L Rgt I Concrete Grey -0.:2 OM 
120 Exterior C C Door Trim L Ctr P Wood White 5.~7 OM 
121 ExteriorC C Threshold L Ctr Concrete Grey -O.:~ OM 
122 Exterior C C Overhang L Ctr Wood Grey -0:1 OM 
123 Exterior C C Patio Fence L Ctr Concrete Grey 0.0 OM 
124 Exterior C C Stor. Roof L Ctr Concrete Grey 0.2 OM 
125 CALIBRATION 0.!3 Std 
126 CALIBRATION 0.13 Std 
127 CALIBRATION O.B Std 
128 CALIBRATION 0.0 Std 
129 CALIBRATION 0.0 Std 
130 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rg!. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Gov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

• 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1628D 

Read Room Paint Lead 
“‘-‘No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

‘.. ~ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
D 
D 
D 
C 

D 
D 
D 

A 
D 
D 
D 

C 
B 
A 
A 
D 
D 

C 
C 
A 
C 

C 
C 

A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Lft 

u Lft 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
Lft casing 

u Lft 
Lft casing 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 

0.9 
0.8 
0.0 
0.0 
0.1 
0.1 

-0.2 
0.2 
0.0 
0.0 
0.0 
0.2 

-0.1 
0.0 
0.0 
0.0 
0.1 
0.0 

-0.1 
0.3 
0.0 
0.1 

-0.1 
0.1 
0.0 
0.2 

-0.2 
0.1 
0.0 
0.0 
0.3 

-0.1 
4.0 

-0.1 
-0.1 
0.3’ 
0.1 

-0.1 
-0.1 
0.2: 

-0.1 
0.0 

-0.1 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 

QM 
QM 
QM 
QM 

QM 

QM 

QM 

QM 
QM 
QM 

QM 

QM 
QM 
QM 
QM 
QM 
QM 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,,. “., 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16280 

Read Room Paint Lead 
.4""~'No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 0.8 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 OM 
8 Hall 1 B Wall L Ctr Gypsum Beige -0.2 OM 
9 Hall 1 D Baseboard L Lft Wood Beige 0.2 OM 

10 Hall 1 D Door L Ctr U Lft Wood Beige 0.0 OM 
11 Hall 1 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 D Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.1 OM 
15 Bath 1 D Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 D Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.1 OM 
19 Mech Closet A Wall L Rgt Gypsum Beige 0.0 OM 
20 Mech Closet D Door L Ctr U Lft Wood Beige -0.1 OM 
21 Mech Closet D Door L Ctr Lft casing Wood Beige 0.3 OM 
22 Mech Closet D Baseboard L Ctr Wood Beige 0.0 OM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.1 OM 
24 Kitchen C Wall U Ctr Gypsum Beige -0.1 OM 
25 Kitchen B Baseboard L Ctr Wood Beige 0.1 OM 
26 Kitchen A Door L Ctr L Ctr Wood Beige 0.0 OM 
27 Kitchen A Door L Ctr Lft casing Wood Beige 0.2 OM 
28 Kitchen D Cabinet L Ctr Wood Stain -0.2 OM 
29 Kitchen D Counter L Ctr Wood Stain 0.1 OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
31 Living 1 C Wall U Ctr Gypsum Beige 0.0 OM 
32 Living 1 C Baseboard L Ctr Wood Beige 0.3 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige -0.1 OM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 4.0 OM 
35 Stair/Hall 2 Ceiling L Rgt Gypsum Beige -0.1 OM 
36 Stair/Hall 2 C Wall L Ctr Gypsum Beige -0.1 OM 
37 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.3, OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain -0.1 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige -0.1 OM 
43 Stair/Hall 2 A Door L Ctr U Lft Wood Beige 0.0 OM 
44 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Pag’e 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1628D 

Read 
. .i*‘. No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

-.-,, 68 Closet 1 
69 Closet I 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Star. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

B 
B 

C 
C 
C 

C 
C 
C 
C 
C 
B 

C 
B 
B 
B 

A 
A 
D 
D 
C 
C 

C 
C 
D 
D 
C 
C 
C 
C 

D 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Lft 
Rgt casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 

Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

” . 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

0.2 QM 
0.1 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.4 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 
0.4. QM 
0.01 QM 
0.3 QM 
0.3’ QM 
0.1 QM 
0.C) QM 
0.2 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.4! QM 
0.0 QM 
0.1 QM 
0.0 QM 
2.4 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
1.7 QM 
5.3 QM 

-0.2 QM 
-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of3 
KEY WEST, FL 
UNIT 16280 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
48 Bath 2 C Wall U Ctr Gypsum Beige 0.0 OM 
49 Bath 2 C Door L Ctr U Lft Wood Beige -0.1 OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige -0.1 OM 
52 Bedroom 1 C Wall L Rgt Gypsum Beige 0.0 OM 
53 Bedroom 1 C Baseboard L Ctr Wood Beige 0.3 OM 
54 Bedroom 1 C Door L Ctr U Lft Wood Beige 0.0 OM 
55 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.1 OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.2 OM 
57 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
58 Bedroom 2 Ceiling U Lft Gypsum Beige 0.4 OM 
59 Bedroom 2 C Wall L Lft Gypsum Beige -0.1 OM 
60 Bedroom 2 B Baseboard L Lft Wood Beige -0.1 OM 
61 Bedroom 2 B Door L Ctr U Lft Wood Beige -0.1 OM 
62 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
63 Closet 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
64 Closet 1 A Wall U Rgt Gypsum Beige -0.1 OM 
65 Closet 1 A Baseboard L Ctr Wood Beige 0.3 OM 
66 Closet 1 D Door L Ctr L Lft Wood Beige 0.0 OM 
67 Closet 1 D Door L Ctr Rgt casing Wood Beige 0.4 OM 
68 Closet 1 C Shelf L Ctr Wood Beige 0.0 OM 
69 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.3, OM 
70 Closet 2 Ceiling L Rgt Gypsum Beige 0.3, OM 
71 Closet 2 C Wall L Lft Gypsum Beige 0.1 OM 
72 Closet 2 C Baseboard L Ctr Wood Beige 0.0 OM 
73 Closet 2 D Door L Ctr U Lft Wood Beige 0.2 OM 
74 Closet 2 D Door L Ctr Lft casing Wood Beige 0.0 OM 
75 Closet 2 C Shelf L Ctr Wood Beige -0.1 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
77 Closet 2 C Attic Panel L Ctr Wood Beige 0.2 OM 
78 Closet 2 C Panel Frame L Ctr Wood Beige 0.0 OM 
79 Stor. 1 Ceiling L Lft Concrete Beige 0.1 OM 
80 Stor. 1 D Wall U Ctr Concrete Beige 0.0 OM 
81 Star. 1 A Ext. Door L Ctr Lft casing Wood Beige 2.4 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 OM 
83 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
84 Exterior A A Wall L Ctr Concrete Beige 0.0 OM 
85 Exterior A A Ext. Door L Ctr Lft casing P Wood White 1 -, .1 OM 
86 Exterior A A Door Trim L Ctr Wood White 5.~1 OM 
87 Exterior A A Patio Fence L Ctr Concrete Beige -0.2 OM 
88 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup\. = Support Mech. = Mechanical 

Ctf. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1628D 

Read 
..--*- No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mnlcm’) Mode 

89 Exterior A 
90 Exterior A 
91 Exterior A 
92 Exterior A 
93 Exterior B 
94 Exterior B 
95 Exterior B 
96 Exterior C 
97 Exterior C 
98 Exterior C 
99 Exterior C 

100 Exterior C 
101 Exterior C 
102 Exterior A 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

A A/C Line Cov. L Ctr I Metal Beige . - 0.i; 
A Fascia 
A Soffit 
A U. Facing 
B Wall 
B Fascia 
B Soffit 
C Fascia 
C SofTit 
C Wall 
C Door Trim 
C Threshold 
C Patio Fence 
A Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
LCtr 

P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Concrete Beige 
Concrete Beige 
Concrete Beige 

2.6 
0.0 

-0.1 
0.1 
3.7 
0.2 
3.9 
0.4. 
0.3 
2.3 

-0.2 
0.0 
0.4. 
O.&i 
0.9 
1.1 
0.0 
O.i! 
O.i! 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 

1da-’ L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pa£le 3 of 3 
KEY WEST, FL 
UNIT 16280 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige o.e; OM 
90 Exterior A A Fascia L Ctr P Wood White 2.6 OM 
91 Exterior A A Soffit L Ctr Wood White 0.0 OM 
92 Exterior A A U. Facing L Ctr Concrete Beige -0.1 OM 
93 Exterior B B Wall L Ctr Concrete Beige 0.1 OM 
94 Exterior B B Fascia L Ctr Wood White 3.7' OM 
95 Exterior B B Soffit L Ctr Wood White 0.2 OM 
96 Exterior C C Fascia L Ctr Wood White 3.£1 OM 
97 Exterior C C Soffit L Ctr Wood White 0.4- OM 
98 Exterior C C Wall L Ctr Concrete Beige 0.3 OM 
99 Exterior C C Door Trim L Ctr Wood White 2.2; OM 

100 Exterior C C Threshold L Ctr Concrete Beige -0.2 OM 
101 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
102 Exterior A A Star. Roof LCtr Concrete Beige 0.4- OM 
103 CALIBRATION 0.8 Std 
104 CALIBRATION O.fl Std 
105 CALIBRATION 1.1 Std 
106 CALIBRATION 0.0 Std 
107 CALIBRATION 0.2 Std 
108 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1629C 

Read Room Paint Lead 
--‘- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1 .o Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

“-Y 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Kitchen 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
D 
D 
D 
D 
C 

A 
B 
B 
A 
A 

C 
B 
B 
B 

C 
B 
D 
D 

D 
D 
D 
C 
B 
B 
B 

A 
C 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C wails are labelled in a clockwise fashion.) 

KEY 
. . 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.9 Std 
1 .o Std 
0.0 Std 
0.1 Std 
0.1 Std 

-0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.4. QM 
0 r’ . d QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.4. QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.21 QM 
O.Z! QM 
0.3 QM 
0.3 QM 
o.;! QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.0 QM 

-0.2 QM 
0.0 QM 
0.0 QM 
O.‘l QM 
0.0 QM 
0.2 QM 
O.‘l QM 
O.‘l QM 

-O.‘l QM 
-O.‘l QM 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1629C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION O.fl Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige 0.1 OM 

10 Hall 1 D Door L Ctr L Lft Wood Beige 0.1 OM 
11 Hall 1 D Door L Ctr Lft casing Wood Beige 0.4- OM 
12 Hall 1 D Shelf L Ctr Wood Beige 0.2. OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2. OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 A Wall U Rgt Gypsum Beige 0.0 OM 
16 Bath 1 B Door L Ctr L Lft Wood Beige 0.1 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.4 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.1 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
21 Closet 1 C Wall L Rgt Gypsum Beige O.~I OM 
22 Closet 1 B Baseboard L Lft Wood Beige 0.0 OM 
23 Closet 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
24 Closet 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0.2 OM 
26 Mech Closet C Wall U Rgt Gypsum Beige 0.2 OM 
27 Mech Closet B Baseboard L Ctr Wood Beige o.~\ OM 
28 Mech Closet D Door L Ctr U Lft Wood Beige O.~\ OM 
29 Mech Closet D Door L Ctr Lft casing Wood Beige 0.2 OM 
30 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
31 Kitchen D Wall U Rgt Gypsum Beige O.~\ OM 
32 Kitchen D Baseboard L Ctr Wood Beige 0.2 OM 
33 Kitchen D Door L Ctr U Ctr Wood Beige 0.0 OM 
34 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Kitchen B Shelf L Ctr Wood Stain -0.2 OM 
36 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
37 Kitchen B Counter L Ctr Wood Beige 0.0 OM 
38 Living 1 Ceiling L Lft Gypsum Beige 0:1 OM 
39 Living 1 A Wall U Rgt Gypsum Beige 0.0 OM 
40 Living 1 C Baseboard L Ctr Wood Beige 0.2 OM 
41 Living 1 A Door L Ctr U Ctr Wood Beige 0:1 OM 
42 Living 1 A Door L Ctr Lft casing Wood Beige 0:1 OM 
43 Living 1 A Flight L Ctr Wood Beige -0:1 OM 
44 Living 1 A U. Molding L Ctr Wood Beige -0:1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ex!. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1629C 

Page 2 of 3 

Read 
x’“i-’ No. 

Room 
Name 

45 Living 1 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*)i Mode 

Balust. Beam L Ctr I Wood 0.0 QM 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bedroom 1 
67 Bedroom 1 

11.1 ? 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 2 
88 Bedroom 3 

A 

B 
D 
C 
C 
C 

A 
A 

C 
D 
D 

B 
B 
C 
C 
B 

A 
D 
D 
D 
D 
D 

B 
C 
A 
A 
C 
C 
A 
A 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

Beige 
L Lft 
u Lft 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

Newel post 
Balusters 

L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

L Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

O.‘l QM 
0.3 QM 

-0.2 QM 
O.‘l QM 
0.3 QM 
0.0 QM 
O.‘l QM 

-O.‘l QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.0 QM 
O.‘l QM 

-0.3 QM 
0.0 QM 

-0:l QM 
0.3 QM 
0.0 QM 

-0.I QM 
-0.I QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.I QM 
0.:3 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.2 QM 
0.0 QM 

-O.‘l QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.:2 QM 
0.13 QM 
0.12 QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
/ ,-, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1629C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2Ji Mode 

45 Living 1 A Balust. Beam L Ctr I Wood Beige 0.0 OM 
46 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0:1 OM 
47 Stair/Hall 2 B Wall U Lft Gypsum Beige 0.:3 OM 
48 Stair/Hall 2 0 Baseboard L Ctr Wood Beige -0.2 OM 
49 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0:1 OM 
50 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.~3 OM 
51 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.0 OM 
52 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0:1 OM 
53 Stair/Hall 2 Stairs Riser Wood Stain -0:1 OM 
54 Stair/Hall 2 Stairs Tread Wood Stain 0.2 OM 
55 Stair/Hall 2 Railing L Lft Railing Wood Stain 0.2 OM 
56 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
57 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.~3 OM 
58 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.2 OM 
59 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
60 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.0 OM 
61 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0:1 OM 
62 Bath 2 Ceiling L Lft Gypsum Beige -0.:3 OM 
63 Bath 2 C Wall U Rgt Gypsum Beige 0.0 OM 
64 Bath 2 0 Door L Ctr U Lft Wood Beige -0:1 OM 
65 Bath 2 0 Door L Ctr Lft casing Wood Beige 0.:3 OM 
66 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
67 Bedroom 1 B Wall U Lft Gypsum Beige -0:1 OM 
68 Bedroom 1 B Baseboard L Ctr Wood Beige -0:1 OM 
69 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.2 OM 
70 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.:3 OM 
71 Bedroom 1 B Access Panel L Ctr Metal Beige 0.0 OM 
72 Closet 2 Ceiling L Lft Gypsum Beige 0:1 OM 
73 Closet 2 A Wall L Rgt Gypsum Beige 0.:3 OM 
74 Closet 2 0 Baseboard L Ctr Wood Beige 0.0 OM 
75 Closet 2 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
76 Closet 2 0 Door L Ctr Lft casing Wood Beige 0:1 OM 
77 Closet 2 0 Shelf L Ctr Wood Beige 0.0 OM 
78 Closet 2 0 Shelf Supt. L Ctr Wood Beige 0:1 OM 
79 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2 OM 
80 Bedroom 2 B Wall U Lft Gypsum Beige 0.0 OM 
81 Bedroom 2 C Baseboard L Ctr Wood Beige -0.1 OM 
82 Bedroom 2 A Door L Ctr L Lft Wood Beige 0.1 OM 
83 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
84 Bedroom 2 C Window L Ctr Sill Wood Beige 0.1 OM 
85 Bedroom 2 C Window L Ctr Apron Wood Beige 0.0 OM 
86 Bedroom 2 A Shelf L Ctr Wood Beige 0.:2 OM 
87 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.3 OM 
88 Bedroom 3 Ceiling L Lft Gypsum Beige 0.:2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1632A 

Read Room Paint Lead 
;“*- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Kitchen 
23 Kitchen 

. ‘, 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Living 1 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Stair/Hall 2 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

L Lft Gypsum 
D U Ctr Gypsum 
B L Ctr Wood 
B L Ctr u Lft Wood 
B L Ctr Lft casing Wood 
B L Ctr Wood 
C L Ctr Wood 

L Lft Gypsum 
C U Ctr Gypsum 
B L Ctr U Ctr Wood 
B L Ctr Rgt casing Wood 

L Lft Gypsum 
C L Ctr Gypsum 
B L Ctr u Lft Wood 
B L Ctr Lft casing Wood 

L Lft Gypsum 
D U Ctr Gypsum 
D L Ctr Wood 
C L Ctr U Ctr Wood 
C L Ctr Rgt casing Wood 
B L Ctr Wood 
B L Ctr Wood 

L Lft Gypsum 
A U Ctr Gypsum 
A L Ctr Wood 
A L Ctr U Ctr Wood 
C L Ctr Lft casing Wood 

L Lft Gypsum 
A L Ctr Gypsum 
C L Ctr Wood 

L Lft Stringer Wood 
Riser Wood 
Tread Wood 

L Ctr Railing Wood 
A L Ctr Metal 
B L Ctr u Lft Wood 
B L Ctr Lft casing Wood 
B L Ctr Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

Ceiling 
Wail 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 
Shelf 

KEY 
, --_ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1 .o Std 
0.8 Std 
0.2 Std 
0.0 Std 
0.1 Std 
0.1 QM 

-0.1 QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.2 QM 
0.4 QM 

-0.1 QM 
0.0 QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.4 QM 
0.0 QM 
0.4 QM 
0.4. QM 

-0.3 QM 
0.3) QM 
0.4, QM 
0.4. QM 

-0.2 QM 
0.2 QM 
0.1 QM 
0.2 QM 
0.2 QM 
0.3 QM 
1 .o QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.1 QM 
O.>! QM 
0.4 QM 
0.3 QM 
0.4 QM 
0.3 QM 
0.2 QM 
0.0 QM 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1632A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.8 Std 
4 CALIBRATION 0.2 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 QM 
8 Hall 1 0 Wall U Ctr Gypsum Beige -0.1 QM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 QM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.2 QM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.1 QM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.2 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.4 QM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.1 QM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.0 QM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.3 QM 
17 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.3 QM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.0 QM 
19 Mech Closet C Wall L Ctr Gypsum Beige 0.4 QM 
20 Mech Closet B Door L Ctr U Lft Wood Beige 0.0 QM 
21 Mech Closet B Door L Ctr Lft casing Wood Beige 0.4 QM 
22 Kitchen Ceiling L Lft Gypsum Beige 0.4 QM 
23 Kitchen 0 Wall U Ctr Gypsum Beige -0.3, QM 

'", 24 Kitchen 0 Baseboard L Ctr Wood Beige 0.3, QM 
25 Kitchen C Door L Ctr U Ctr Wood Beige 0.4 QM 
26 Kitchen C Door L Ctr Rgt casing Wood Beige 0.4 QM 
27 Kitchen B Cabinet L Ctr Wood Stain -02 QM 
28 Kitchen B Counter L Ctr Wood White 0.2 QM 
29 Living 1 Ceiling L Lft Gypsum Beige 0.1 QM 
30 Living 1 A Wall U Ctr Gypsum Beige 02 QM 
31 Living 1 A Baseboard L Ctr Wood Beige 0.2 QM 
32 Living'1 A Door L Ctr U Ctr Wood Beige 0.2; QM 
33 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.0 QM 
34 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 QM 
35 Stair/Hall 2 A Wall L Ctr Gypsum Beige O.2~ QM 
36 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 QM 
37 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 QM 
38 Stair/Hall 2 Stairs Riser Wood Stain 0.2 QM 
39 Stair/Hall 2 Stairs Tread Wood Stain 0.4 QM 
40 Stair/Hall 2 Railing L Ctr Railing Wood Stain O.~l QM 
41 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.4 QM 
42 Stair/Hall 2 B Door L Ctr U Lft Wood Beige o.~\ QM 
43 Stair/Hall 2 B Door L Ctr Lft casing Wood Beige 02 QM 
44 Stair/Hall 2 B Shelf L Ctr Wood Beige 0.0 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. '" Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. '" Storage Ext. = Exterior 



Pagls 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1632A 

Read Room Paint Lead 
,“’ *-- No. Name 

45 Stair/Hall 2 
46 Bath 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 2 
52 Bedroom 2 
53 Bedroom 2 
54 Bedroom 2 
55 Bedroom 2 
56 Bedroom 2 
57 Bedroom 2 
58 Bedroom 1 
59 Bedroom 1 
60 Bedroom 1 
61 Bedroom 1 
62 Bedroom 1 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

^ -. 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

B Shelf Supt. L Ctr I Wood Beige 

C 
C 
C 
C 

D 
D 
D 
D 
C 
C 

C 
D 
A 
A 

C 
C 
B 
B 
C 
C 

C 
B 
B 
B 
C 
C 

C 
A 
A 
A 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

L Rgt 
Rgt casing 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
P 
P 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 

0.0 
0.4 
0.2 
0.3 
0.3 
4.5 
0.3 
0.2 
0.2 
0.3 
0.3 
0.3 
0.4 
0.4 
0.3 
0.4 
0.4 
0.2 
0.1 
0.2 
0.2 
0.5 
0.3 
0.2 
0.1 
0.1 
0.1 
0.3 
0.1 
0.4. 

-0.1 
0.31 
0.2: 
0.2 
0.0 

-0.2 
2.4. 
0.4. 
0.1 
0.0 
1 .o 
1 .o 
o.;! 

-0.li 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

.- . 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pag1s 2 of 3 
KEY WEST, FL 
Unit 1632A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf Supt. L Ctr I Wood Beige 0.0 OM 
46 Bath 2 Ceiling L Lft Gypsum Beige 0.4 OM 
47 Bath 2 C Wall U Ctr Gypsum Beige 0.2 OM 
48 Bath 2 C Door L Ctr U Ctr Wood Beige 0.3 OM 
49 Bath 2 C Door L Ctr Lft casing Wood Beige 0.3 OM 
50 Bath 2 C Baseboard L Ctr Vinyl Beige 4.5 OM 
51 Bedroom 2 Ceiling L Lft Gypsum Beige 0.3 OM 
52 Bedroom 2 0 Wall U Ctr Gypsum Beige 0.2 OM 
53 Bedroom 2 0 Baseboard L Ctr Wood Beige 0.2 OM 
54 Bedroom 2 0 Door L Ctr U Lft Wood Beige 0.3 OM 
55 Bedroom 2 0 Door L Ctr Lft casing Wood Beige 0.3 OM 
56 Bedroom 2 C Shelf L Ctr Wood Beige 0.3 OM 
57 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
58 Bedroom 1 Ceiling L Lft Gypsum Beige 0.4 OM 
59 Bedroom 1 C Wall U Ctr Gypsum Beige 0.3 OM 
60 Bedroom 1 0 Baseboard L Ctr Wood Beige 0.4 OM 
61 Bedroom 1 A Door L Ctr L Rgt Wood Beige 0.4 OM 
62 Bedroom 1 A Door L Ctr Rgt casing Wood Beige 0.2 OM 
63 Closet 1 Ceiling L Lft Gypsum Beige 0.1 OM 
64 Closet 1 C Wall U Ctr Gypsum Beige 0.2 OM 
65 Closet 1 C Baseboard L Ctr Wood Beige 0.2 OM 
66 Closet 1 B Door L Ctr U Ctr Wood Beige 0.5 OM 
67 Closet 1 B Door L Ctr Rgt casing Wood Beige 0.3 OM 
68 Closet 1 C Shelf L Ctr Wood Beige 0.2 OM 
69 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.1 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0.1 OM 
71 Closet 2 C Wall U Ctr Gypsum Beige 0.1 OM 
72 Closet 2 B Baseboard L Ctr Wood Beige 0.3 OM 
73 Closet 2 B Door L Ctr U Lft Wood Beige 0.1 OM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige 0.4 OM 
75 Closet 2 C Shelf L Ctr Wood Beige -0.1 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.2: OM 
78 Closet 2 Panel Frame L Ctr Wood Beige 0.2 OM 
79 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
80 Stor. 1 C Wall U Ctr Concrete Beige -0.2 OM 
81 Stor. 1 A Ext. Door L Ctr Lft casing P Wood White 2.4 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.4 OM 
83 Exterior A A Threshold L Ctr Concrete Beige 0.1 OM 
84 Exterior A A Wall U Ctr Concrete Beige 0.0 OM 
85 Exterior A A Ext. Door L Ctr Lft casing P Wood White 1.0 OM 
86 Exterior A A Door Trim L Ctr P Wood White 1.0 OM 
87 Exterior A A Patio Fence L Ctr I Concrete Beige 0.2 OM 
88 Exterior A A Fence Inlay L Ctr Concrete White -0.1i OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1632A 

Read Room 
“‘“- No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cma) Mode 
A A/C Line Cov. L Ctr I Metal Beige 0.4 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior B B 
94 Exterior B B 
95 Exterior B B 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 Exterior A A 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Soffit 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood White 
I Wood White 
I Concrete Beige 
I Concrete Beige 
I Wood White 
I Wood White 
I Wood White 
I Wood White 
I Concrete Beige 
P Wood White 
I Concrete Beige 
I Concrete Beige 
I Concrete Beige 

>9.9 
0.1 
0.1 
0.1 

>9.9 
0.3 

>9.9 
0.2 
0.0 
2.9 
0.2 
0.0 

-0.1 
1 .o 
1.0 
1 .o 
0.2 
0.2 
0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

“Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
,‘,%. 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1632A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.4 OM 
90 Exterior A A Fascia L Ctr Wood White >9.9 OM 
91 Exterior A A Soffit L Ctr Wood White 0.1 OM 
92 Exterior A A U. Facing L Ctr Concrete Beige 0.1 OM 
93 Exterior B B Wall L Ctr Concrete Beige 0.1 OM 
94 Exterior B B Fascia L Ctr Wood White >9.9 OM 
95 Exterior B B Soffit L Ctr Wood White 0.3 OM 
96 Exterior C C Fascia L Ctr Wood White >9.9 OM 
97 Exterior C C Soffit L Ctr Wood White 0.2 OM 
98 Exterior C C Wall U Ctr Concrete Beige 0.0 OM 
99 Exterior C C Door Trim L Ctr P Wood White 2.9 OM 

100 Exterior C C Threshold L Ctr Concrete Beige 0.2 OM 
101 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
102 Exterior A A Stor. Roof L Ctr Concrete Beige -0.1 OM 
103 CALIBRATION 1.0 Std 
104 CALIBRATION 1.0 Std 
105 CALIBRATION 1.0 Std 
106 CALIBRATION 0.2 Std 
107 CALIBRATION 0.2 Std 
108 CALIBRATION 0.1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16328 

Page 1 of 3 

Read Room Paint Lead 
/ ‘-- Noa Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

,- .-. 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 1 
36 Stair/Hall 1 
37 Stair/Hall 1 
38 Stair/Hall 1 
39 Stair/Hall 1 
40 Stair/Hall 1 
41 Stair/Hall 1 
42 Stair/Hall 1 
43 Stair/Hall 1 
44 Stair/Hall 1 

B 
B 
B 
B 
D 
A 

C 
D 
D 

A 
A 
D 
D 

C 
B 
B 
C 
D 
D 

D 
A 
A 
A 

C 
A 

A 
C 
C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 

L Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Gypsum 
Gypsum 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

1.1 
0.8 
1.1 
0.0 
O.E! 
0.2 

-0.1 
0.0 
0.0 
0.0 
0.1 
0.0 
0.0 
0.21 
0.0 
0.0 
0.4 
0.1. 
0.2 

-0.11 
O.'l 
0.0 
0.3 
0.2 
0.0 
0.2 
0.0 
0.0 
O.‘l 

-O.‘l 
0.2 

-0:l 
O.‘l 
0.0 

-O.‘l 
0:l 

-0.l 
0.0 
0:l 
0.0 
0.:3 
0.0 
0.0 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

/ .,, 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1632B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.1 Std 
2 CALIBRATION O.B Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.2 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr L Lft Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.2 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 0 Door L Ctr U Lft Gypsum Beige 0.0 OM 
17 Bath 1 0 Door L Ctr Lft casing Gypsum Beige 0.4 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.1. OM 
19 Mech Closet A Wall L Rgt Gypsum Beige 0.2 OM 
20 Mech Closet A Baseboard L Ctr Wood Beige -0.11 OM 
21 Mech Closet 0 Door L Ctr U Lft Wood Beige 0:1 OM 
22 Mech Closet 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
23 Kitchen Ceiling L Lft Gypsum Beige O.~l OM 
24 Kitchen C Wall U Ctr Gypsum Beige 0.2 OM 
25 Kitchen B Baseboard L Ctr Wood Beige 0.0 OM 
26 Kitchen B Door L Ctr U Ut Wood Beige 0.2 OM 
27 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
28 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 OM 
29 Kitchen 0 Counter L Ctr Wood Stain 0:1 OM 
30 Living 1 Ceiling L Lft Gypsum Beige -0:1 OM 
31 Living 1 0 Wall U Ctr Gypsum Beige 0.2 OM 
32 Living 1 A Baseboard L Ctr Wood Beige -0:1 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0:1 OM 
34 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Stair/Hall 1 Ceiling L Lft Gypsum Beige -0:1 OM 
36 Stair/Hall 1 C Wall U Ctr Gypsum Beige 0.1 OM 
37 Stair/Hall 1 A Baseboard L Ctr Wood Beige -0:1 OM 
38 Stair/Hall 1 Stairs L Lft Stringer Wood Stain 0.0 OM 
39 Stair/Hall 1 Stairs Riser Wood Stain 0:1 OM 
40 Stair/Hall 1 Stairs Tread Wood Stain 0.0 OM 
41 Stair/Hall 1 Railing L Ctr Railing Wood Stain 0.:3 OM 
42 Stair/Hall 1 A Access Panel L Ctr Metal Beige 0.0 OM 
43 Stair/Hall 1 C Door L Ctr U Lft Wood Beige 0.0 OM 
44 Stair/Hall 1 C Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1632B 

Page 2 of 3 

Read 
/--‘-- No. 

Room 
Name 

45 Stair/Hall 1 
46 Stair/Hall 1 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

/” -, 68 Closet I 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. I 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Shelf L Ctr Wood 0.3 QM D 
C 

C 
C 
C 

B 
B 
C 
C 
C 
B 

D 
D 
B 
A 

D 
D 
B 
B 
C 
C 

C 
A 
C 
C 
C 
C 
C 
C 

C 
D 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

u Lft 
Lft casing 

u Lft 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 

0.0 QM 
0.4 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.3 QM 
0.1 QM 
0.3 QM 
o.;i QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.21 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.0 QM 
1.8 QM 
0.0 QM 

-0.l QM 
0.2 QM 
1 .!5 QM 
1 .o QM 
0.0 QM 

-O.‘l QM 
*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 

“1?my L = Lower 

U = Upper 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16328 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 1 D Shelf L Ctr I Wood Beige 0.3 OM 
46 Stair/Hall 1 C Shelf Supt. L Ctr I Wood Beige 0.0 OM 
47 Bath 2 Ceiling L Rgt Gypsum Beige 0.4 OM 
48 Bath 2 C Wall L Ctr Gypsum Beige 0.3 OM 
49 Bath 2 C Door L Ctr U Lft Wood Beige 0.0 OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige 0.2 OM 
51 Bedroom 1 Ceiling U Rgt Gypsum Beige 0.1 OM 
52 Bedroom 1 B Wall U Ctr Gypsum Beige 0.1 OM 
53 Bedroom 1 B Baseboard L Lft Wood Beige 0.0 OM 
54 Bedroom 1 C Door L Ctr U Lft Wood Beige 0.0 OM 
55 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.2: OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
57 Bedroom 1 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
58 Bedroom 2 Ceiling L Lft Gypsum Beige -0.1 OM 
59 Bedroom 2 D Wall U Ctr Gypsum Beige -0.1 OM 
60 Bedroom 2 D Baseboard L Ctr Wood Beige 0.2, OM 
61 Bedroom 2 B Door L Ctr U Lft Wood Beige 0.1 OM 
62 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.2. OM 
63 Closet 1 Ceiling L Lft Gypsum Beige 0.2 OM 
64 Closet 1 D Wall U Lft Gypsum Beige 0.0 OM 
65 Closet 1 D Baseboard L Ctr Wood Beige 0.2 OM 
66 Closet 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 

/"'''-<-, 68 Closet 1 C Shelf L Ctr Wood Beige 0.1. OM 
69 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0.2 OM 
71 Closet 2 C Wall U Ctr Gypsum Beige 0.2 OM 
72 Closet 2 A Baseboard L Ctr Wood Beige 0.3 OM 
73 Closet 2 C Door L Ctr U Lft Wood Beige 0.0 OM 
74 Closet 2 C Door L Ctr Lft casing Wood Beige 0.2 OM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige O.~l OM 
77 Closet 2 C Attic Panel L Ctr Wood Beige 0.0 OM 
78 Closet 2 C Panel Frame L Ctr Wood Beige O.~l OM 
79 Stor. 1 Ceiling L Lft Concrete Beige 0.2 OM 
80 Stor. 1 C Wall L Ctr Concrete Beige 0.0 OM 
81 Stor. 1 D Ext. Door L Ctr Lft casing Wood White 1.13 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
83 Exterior A A Threshold L Ctr Concrete Beige -0 .. , OM 
84 Exterior A A Wall L Ctr Concrete Beige 0.2 OM 
85 Exterior A A Ext. Door L Ctr Lft casing Wood White 1.!5 OM 
86 Exterior A A Door Trim L Ctr Wood White 1.0 OM 
87 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
88 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 

'Used to deSignate from which wall (side of the room) a reading is taken. 

Wall A '" address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I '" Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. '" Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1632B 

Read Room Paint Lead 
,.--, No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

89 Exterior A A A/C Line Cov. L Ctr I Metal Beige -0.1 QM 
90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Stor. Roof 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Siding 
Wall 
Door Trim 
Threshold 
Patio Fence 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 

Concrete 
Wood 
Wood 
Concrete 
Wood 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 

Beige 
White 
White 
Beige 
White 
White 
Beige 
Beige 
White 
Beige 
Beige 

-0.1 QM 
8.9 QM 
0.2 QM 

-0.2 QM 
9.4 QM 
0.0 QM 
0.1 QM 
0.01 QM 
2.3 QM 
0.2: QM 

-0.1 QM 
1.2: Std 
0.9 Std 
0.9 Std 
0.0 Std 
0.1 Std 
0.1 Std 

“Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelied in a clockwise fashion.) 

&.Ey 
,., w_, 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16328 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige -0.1 OM 
90 Exterior A A Stor. Roof L Ctr Concrete Beige -0.1 OM 
91 Exterior A A Fascia L Ctr Wood White 8.9 OM 
92 Exterior A A Soffit L Ctr Wood White 0.2 OM 
93 Exterior A A U. Facing L Ctr Concrete Beige -0.2 OM 
94 Exterior C C Fascia L Ctr Wood White 9.4 OM 
95 Exterior C C Soffit L Ctr Wood White 0.0 OM 
96 Exterior C C Siding L Ctr Wood Beige 0.1 OM 
97 Exterior C C Wall U Ctr Concrete Beige 0.0 OM 
98 Exterior C C Door Trim L Ctr Wood White 2.3, OM 
99 Exterior C C Threshold L Ctr Concrete Beige 0.2 OM 

1 00 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
101 CALIBRATION 1.2 Std 
102 CALIBRATION O.SI Std 
103 CALIBRATION O.SI Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0.1 Std 
106 CALIBRATION 0.1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1632C 

Read Room Paint Lead 
--“‘1 Noa Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

,* I)_\ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
D 
D 
B 
B 

C 
B 
B 
B 

C 
B 
B 

D 
D 
C 
C 
C 
B 

A 
A 
A 
C 

C 
D 

A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Vinyl Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood White 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY _-.. 
‘-I 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

0.8 Std 
1.1 Std 
0.1 Std 
0.1 Std 
0.2 Std 
o.ci QM 
0.2' QM 
0.1 QM 
0.4. QM 
0.3 QM 
0.0 QM 
0.2! QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.3 QM 
0.4 QM 
2.9 QM 
0.3 QM 
0.4 QM 
0.3 QM 
0.0 QM 
0.:2 QM 
0.1 QM 
0.:3 QM 
0.4 QM 
0.:2 QM 
0.12 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1632C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1 .1 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.2 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.3, OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.1 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.4 OM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige 0.3; OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige 02 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.1 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Bath 1 B Baseboard L Ctr Vinyl Beige 0.0 OM 
19 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
20 Mech Closet C Wall U Ctr Gypsum Beige -0.1 OM 
21 Mech Closet B Door L Ctr U Ctr Gypsum Beige o.~\ OM 
22 Mech Closet B Door L Ctr Lft casing Gypsum Beige O.~\ OM 
23 Kitchen Ceiling U Rgt Gypsum Beige 0.0 OM 
24 Kitchen 0 Wall U Ctr Gypsum Beige 0.0 OM 
25 Kitchen 0 Baseboard L Ctr Wood Beige 0.2 OM 
26 Kitchen C Door L Ctr U Ctr Wood Beige 0.3 OM 
27 Kitchen C Door L Ctr Lft casing Wood Beige 0.2 OM 
28 Kitchen C Cabinet L Ctr Wood Stain 0.2 OM 
29 Kitchen B Counter L Ctr Wood White 0.0 OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
31 Living 1 A Wall L Rgt Gypsum Beige 0.3 OM 
32 Living 1 A Baseboard L Ctr Wood Beige 0.:3 OM 
33 Living 1 A Door L Ctr U Ctr Wood Beige 0.4 OM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.9 OM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.:3 OM 
36 Stair/Hall 2 C Wall U Ctr Gypsum Beige 0.4 OM 
37 Stair/Hall 2 0 Baseboard L Ctr Wood Beige 0.3 OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.3 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.4 OM 
43 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.:2 OM 
44 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.:2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. '" Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. := Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1632C 

Page 2 of 3 

Read Room 
.cxr’ No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 2 
52 Bedroom 2 
53 Bedroom 2 
54 Bedroom 2 
55 Bedroom 2 
56 Bedroom 2 
57 Bedroom 2 
58 Bedroom 1 
59 Bedroom 1 
60 Bedroom 1 
61 Bedroom 1 
62 Bedroom 1 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet I 

---\ 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Star. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm2) Mode 
B Shelf L Ctr I Wood 0.3 QM 
B 

C 
C 
C 

D 
D 
C 
C 
C 
C 

A 
B 
D 
D 

D 
D 
B 
B 
C 
C 

C 
B 
I3 
B 
C 
C 

A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Beige 

U Ctr 
Lft casing 

u Lft 
Lfi casing 

L Rgt 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

*Used to designate from which wall (side of the room) a reading is taken. 

Wail A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,--. 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 

Cov. = Cover 

0.0 QM 
0.3 QM 
0.3 QM 
0” .d QM 

-0.1 QM 
0.2: QM 
0.2 QM 
0.4. QM 
0.2 QM 
0 9 .c) QM 
0.21 QM 
0.3 QM 
0.3 QM 
0.11 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.3 QM 

-0.l QM 
0.0 QM 
O.‘l QM 
0.3 QM 
0.0 QM 
0.2 QM 
0. ‘I QM 

-0.1 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.:3 QM 
0.0 QM 
0.4 QM 
0.0 QM 
0.:3 QM 
0.:2 QM 
1 :7 QM 
0..3 QM 

-0.1 QM 
-0.1 QM 
1 .,4 QM 
1.4 QM 
0.4 QM 

-0.1 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P=Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 1632C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf L Ctr Wood Beige 0.3 OM 
46 Stair/Hall 2 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.3 OM 
48 Bath 2 C Wall U Ctr Gypsum Beige 0.::; OM 
49 Bath 2 C Door L Ctr U Ctr Wood Beige 0.::. OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige -0.1 OM 
51 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2 OM 
52 Bedroom 2 0 Wall U Ctr Gypsum Beige 02 OM 
53 Bedroom 2 0 Baseboard L Ctr Wood Beige 0.4- OM 
54 Bedroom 2 C Door L Ctr U Lft Wood Beige 02 OM 
55 Bedroom 2 C Door L Ctr Lft casing Wood Beige O.~~ OM 
56 Bedroom 2 C Shelf L Ctr Wood Beige 0.2 OM 
57 Bedroom 2 C Shelf Supt. L Ctr Wood Beige O.~I OM 
58 Bedroom 1 Ceiling L Rgt Gypsum Beige O.~I OM 
59 Bedroom 1 A Wall U Ctr Gypsum Beige 0.1: OM 
60 Bedroom 1 B Baseboard L Ctr Wood Beige O.~I OM 
61 Bedroom 1 0 Door L Ctr L Rgt Wood Beige 0.0 OM 
62 Bedroom 1 0 Door L Ctr Rgt casing Wood Beige O.~I OM 
63 Closet 1 Ceiling L Lft Gypsum Beige 0.3 OM 
64 Closet 1 0 Wall U Ctr Gypsum Beige -0:1 OM 
65 Closet 1 0 Baseboard L Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr U Lft Wood Beige 0:1 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 0.:3 OM 
68 Closet 1 C Shelf L Ctr Wood Beige 0.0 OM 
69 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0:1 OM 
71 Closet 2 C Wall U Ctr Gypsum Beige -0:1 OM 
72 Closet 2 B Baseboard L Ctr Wood Beige 0.0 OM 
73 Closet 2 B Door L Ctr U Lft Wood Beige 0.:3 OM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.:3 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.4 OM 
78 Closet 2 Panel Frame L Ctr Wood Beige 0.0 OM 
79 Stor. 1 Ceiling L Lft Concrete Beige 0.3 OM 
80 Stor. 1 A Wall U Ctr I Concrete Beige 0.:2 OM 
81 Stor. 1 A Ext. Door L Ctr Lft casing P Wood White 1.7 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.3 OM 
83 Exterior A A Threshold L Ctr Concrete Beige -0.1 OM 
84 Exterior A A Wall U Ctr Concrete Beige -0.1 OM 
85 Exterior A A Ext. Door L Ctr Lft casing Wood White 1.4 OM 
86 Exterior A A Door Trim L Ctr Wood White 1.4 OM 
87 Exterior A A Patio Fence L Ctr Concrete Beige 0.4 OM 
88 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 

'Used to designate from Which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Salus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16326 

Read Room 
I-_* No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
A AK Line Cov. L Ctr I Metal Beige 0.2 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior B B 
94 Exterior B B 
95 Exterior B B 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 Exterior A A 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

Fascia L Ctr 
Soft-it L Ctr 
U. Facing L Ctr 
Wall L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Wall U Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

I Wood 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 
I Wood 
I Wood 
I Concrete 
F Wood 
I Concrete 
I Concrete 
I Concrete 

White 
White 
Beige 
Beige 
White 
White 
White 
White 
Beige 
Beige 
Beige 
Beige 
Beige 

9.7 
0.1 
0.1 
0.1 

b9.9 
0.3 

b9.9 
0.2 
0.0 
4.1 
0.0 
0.2 
0.2 
0.9 
0.9 
0.9 
0.3 
0.1 
0.3 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,.--_ 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1632C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.2 QM 
90 Exterior A A Fascia L Ctr Wood White 9.7 QM 
91 Exterior A A Soffit L Ctr Wood White 0.1 QM 
92 Exterior A A U.Facing L Ctr Concrete Beige 0.1 QM 
93 Exterior B B Wall L Ctr Concrete Beige 0.1 QM 
94 Exterior B B Fascia L Ctr Wood White >9.9 QM 
95 Exterior B B Soffit L Ctr Wood White 0.3 QM 
96 Exterior C C Fascia L Ctr Wood White >9.9 QM 
97 Exterior C C Soffit L Ctr Wood White 0.2 QM 
98 Exterior C C Wall U Ctr Concrete Beige 0.0 QM 
99 Exterior C C Door Trim L Ctr F Wood Beige 4.1 QM 

100 Exterior C C Threshold L Ctr Concrete Beige 0.0 QM 
101 Exterior C C Patio Fence L Ctr Concrete Beige 0.2 QM 
102 Exterior A A Stor. Roof L Ctr Concrete Beige 0.2 QM 
103 CALIBRATION 0.9 Std 
104 CALIBRATION 0.9 Std 
105 CALIBRATION 0.9 Std 
106 CALIBRATION 0.3 Std 
107 CALIBRATION 0.1 Std 
108 CALIBRATION 0.3 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16321) 

Page 1 of 3 

Read Room Paint Lead 
“--‘< No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

*7%.~ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 2 

D 
B 
D 
D 
D 
C 

C 
B 
B 
A 
B 

C 
C 
B 
B 

D 
C 
D 
D 

B 
A 
C 
C 
B 
D 

C 
C 
A 
C 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
Balust. Beam 
Ceiling 

L Lft 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 

L Lft 
Rgt casing 

u Lft 
Lft casing 

L Lft 
Rgt casing 

L Ctr 
Rgt casing 

L Ctr 
Rgt casing 

L Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.8 
0.9 

-0.1 
-0.1 
0.0 

-0.1 
0.0 

-0.1 
0.0 
0.0 
0.0 
0.3 

-0.1 
0.0 
O.Cg 
O.Cl 
0.0 

-0.1 
0.1 
0.1 
0.0 
0.1 
0.1 
0.0 
0.3 

-O.‘l 
-0. ‘I 
0.l 
0.0 

-0.l 
0. ‘I 
0:l 
0.0 
0.0 

-0:l 
0.0 

-O.,l 
0.0 

-0.1 
-0..2 
0.1 
0.1 
0.1 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,.i7_\ KEY 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std. = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16320 

Read Room Paint Lead 
No. Name WalJ* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION -0.1 Std 
5 CALIBRATION -0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Lft Wood Beige -0.1 OM 

10 Hall 1 0 Door L Ctr L Lft Wood Beige 0.0 OM 
11 Ha!l1 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 C ShelfSupt. L Ctr Wood Beige 0.3 OM 
14 Bath 1 Ceiling U Lft Gypsum Beige -0.1 OM 
15 Bath 1 C Wall U Rgt Gypsum Beige 0.0 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
20 Closet 1 Ceiling L Rgt Gypsum Beige 0.1 OM 
21 Closet 1 C Wall L Rgt Gypsum Beige 0.1 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige 0.0 OM 
23 Closet 1 B Door L Ctr L Lft Wood Beige 0.1 OM 
24 Closet 1 B Door L Ctr Rgt casing Wood Beige 0.1 OM 
25 Mech Closet Ceiling U Lft Gypsum Beige 0.0 OM 
26 Mech Closet 0 Wall L Rgt Gypsum Beige 0.3 OM 
27 Mech Closet C Baseboard L Ctr Wood Beige -0:1 OM 
28 Mech Closet 0 Door L Ctr L Ctr Wood Beige -0:1 OM 
29 Mech Closet 0 Door L Ctr Rgt casing Wood Beige 0:1 OM 
30 Kitchen Ceiling L Rgt Gypsum Beige 0.0 OM 
31 Kitchen B Wall U Lft Gypsum Beige -0:1 OM 
32 Kitchen A Baseboard L Rgt Wood Beige 0:1 OM 
33 Kitchen C Door L Ctr L Ctr Wood Beige 0:1 OM 
34 Kitchen C Door L Ctr Rgtcasing Wood Beige 0.0 OM 
35 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
36 Kitchen 0 Counter L Ctr Wood Stain -0:1 OM 
37 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
38 Living 1 C Wall L Ctr Gypsum Beige -0.1 OM 
39 Living 1 C Baseboard L Rgt Wood Beige 0.0 OM 
40 Living 1 A Door L Ctr L Ctr Wood Beige -0.1 OM 
41 Living 1 C Ext. Door L Ctr Lft casing Wood Beige -0 . .2 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.1 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige 0.1 OM 
44 Stair/Hall 2 Ceiling U Rgt Gypsum Beige 0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A == address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L == Lower I == Intact Balust. == Baluster No. == Number Cov. == Cover 

U == Upper F == Fair Win. = Window Condo == Condition 

Lft. == Left P == Poor Ceil. == Ceiling mg/cm2 == milligrams per square centimeter 

Rgt. == Right OM == Ouick Mode Supt. = Support Mech. == Mechanical 

Ctr. == Center Std. == 30 Second Mode Stor. = Storage Ext. == Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633A 

Page 1 of 3 

Read Room Paint Lead 
‘-‘“-’ No. Name Wall* Structure Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 Ceiling L Rgt 
8 Hall 1 D Wall U Ctr 
9 Hall 1 D Baseboard L Ctr 

IO Hall 1 B Door L Ctr 
11 Hall 1 B Door L Ctr 
12 Hall 1 B Shelf L Ctr 
13 Hall 1 C Shelf Supt. L Ctr 
14 Bath 1 Ceiling L Rgt 
15 Bath 1 D Wall L Rgt 
16 Bath 1 D Door L Ctr 
17 Bath 1 D Door L Ctr 
18 Closet 1 Ceiling L Lft 
19 Closet 1 C Wall L Lft 
20 Closet 1 C Baseboard L Ctr 
21 Closet 1 D Door L Ctr 
22 Closet 1 D Door L Ctr 
23 Mech Closet Ceiling L Lft 

,s -., _ 24 Mech Closet C Wall L Ctr 
25 Mech Closet A Door L Ctr 
26 Mech Closet A Door L Ctr 
27 Kitchen Ceiling L Lft 
28 Kitchen A Wall U Rgt 
29 Kitchen D Baseboard L Ctr 
30 Kitchen C Door L Ctr 
31 Kitchen C Door L Ctr 
32 Kitchen D Cabinet L Ctr 
33 Kitchen D Counter L Ctr 
34 Living 1 Ceiling L Lft 
35 Living 1 A Wall L Ctr 
36 Living 1 A Baseboard L Rgt 
37 Living 1 A Door L Ctr 
38 Living 1 C Ext. Door L Ctr 
39 Stair/Hall 2 A Flight L Ctr 
40 Stair/Hall 2 A U. Molding L Ctr 
41 Stair/Hall 2 A Baiust. Beam L Ctr 
42 Stair/Hall 2 Ceiling L Lft 
43 Stair/Hail 2 B Wall L Ctr 
44 Stair/Hall 2 C Baseboard L Ctr 

‘Used to designate from which wall (side of the room) a reading is taken. 

Std 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

L Lft 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

1.1 
1 .o 
0.9 
0.0 
0.2 
0.1 

-0.1 
0.2 
0.0 
0.0 

-0.1 
0.0 
0.0 
0.2 
0.0 
0.2 
0.2 
0.2 
0.0 

-0.1 
0.1 

-0.1 
0.1 
0.0 
0.0 
0.3 
0.0 

-0.2 
0.1 
0.0 
0.2 
0.3 
0.3 
0.3 

-0.1 
O.Cf 

-0.2: 
2.9 
0.1 
0.1 
0.0 
0.2! 

-0.1. 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY ,,G._ - 
L = Lower 

U = Upper 

i = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1633A 

Read Room Paint Lead 
No. Name Wall* Structure Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.1 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige -0.1 QM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.2 QM 
9 Hall 1 D Baseboard L Ctr Wood Beige 0.0 QM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.0 QM 
14 Bath 1 Ceiling L Rgt Wood Beige 0.2 QM 
15 Bath 1 D Wall L Rgt Wood Beige 0.0 QM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.2 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.2 QM 
18 Closet 1 Ceiling L Lft Gypsum Beige 0.2 QM 
19 Closet 1 C Wall L Lft Gypsum Beige 0.0 QM 
20 Closet 1 C Baseboard L Ctr Wood Beige -0.1 QM 
21 Closet 1 0 Door L Ctr U Lft Wood Beige 0.1 QM 
22 Closet 1 D Door L Ctr Lft casing Wood Beige -0.1 OM 
23 Mech Closet Ceiling L Lft Gypsum Beige 0.1 QM 
24 Mech Closet C Wall L Ctr Gypsum Beige 0.0 OM 
25 Mech Closet A Door L Ctr U Lft Wood Beige 0.0 QM 
26 Mech Closet A Door L Ctr Lft casing Wood Beige 0.3 QM 
27 Kitchen Ceiling L Lft Gypsum Beige 0.0 QM 
28 Kitchen A Wall U Rgt Gypsum Beige -0.2 QM 
29 Kitchen 0 Baseboard L Ctr Wood Beige 0.1 OM 
30 Kitchen C Door L Ctr U Lft Wood Beige 0.0 OM 
31 Kitchen C Door L Ctr Lft casing Wood Beige 0.2 QM 
32 Kitchen D Cabinet L Ctr Wood Stain 0.3 QM 
33 Kitchen 0 Counter L Ctr Wood Stain 0.3 QM 
34 Living 1 Ceiling L Lft Gypsum Beige 0.3 QM 
35 Living 1 A Wall L Ctr Gypsum Beige -0.1 OM 
36 Living 1 A Baseboard L Rgt Wood Beige 0.0 OM 
37 Living 1 A Door L Ctr L Lft Wood Beige -0.2 QM 
38 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.9 QM 
39 Stair/Hall 2 A Flight L Ctr Wood Beige 0.1 OM 
40 Stair/Hall 2 A U. Molding L Ctr Wood Beige 0.1 QM 
41 Stair/Hall 2 A Balust. Beam L Ctr Wood Beige 0.0 QM 
42 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 QM 
43 Stair/Hall 2 B Wall L Ctr Gypsum Beige -0.1' QM 
44 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I == Intact 8alust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM == Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633A 

Page 2 of 3 

Read Room Paint Lead 
f=- No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Bath 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bedroom 4 
64 Bedroom 4 
65 Bedroom 4 
66 Bedroom 4 
67 Bedroom 4 

J’= \ 68 Bedroom 4 
69 Bedroom 4 
70 Bedroom 4 
71 Bedroom 4 
72 Bedroom 3 
73 Bedroom 3 
74 Bedroom 3 
75 Bedroom 3 
76 Bedroom 3 
77 Bedroom 3 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bath 3 
82 Bath 3 
83 Bath 3 
84 Bath 3 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 2 
88 Bedroom 2 

Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
- Stairs L Lft Newel post I Wood Beige 0.2QM L 

C 
C 

B 
B 
D 

B 
B 
B 

B 
B 
A 
A 
C 
C 
A 
A 

A 
D 
A 
A 
C 
C 
B 
B 

C 
C 
C 

C 
C 
B 

Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 

L Lft 
L Ctr 
L Rgt 

Balusters 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

L Lft 
Lft casing 

L Ctr 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

L Lft 
Lft casing 
Sill 
Apron 

L Ctr 
Lft casing 

u Lft 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 

Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.1 QM 
0.0 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.4 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.3 QM 

-0.3 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.2: QM 

-0.1 QM 
O.i! QM 

-0.1 QM 
0.0 QM 
0.1. QM 
0.0 QM 
0.2 QM 

-O.‘i QM 
O.‘l QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.2 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

1(1 KEY 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 1633A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mgfcm2) Mode 

45 Stair/Hall 2 C Stairs L Lft Newel post I Wood Beige 0.2 OM 
46 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.1 OM 
47 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.0 OM 
48 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.0 OM 
49 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
50 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
51 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.3 OM 
52 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.0 OM 
53 Stair/Hall 2 Cabinet L Ctr Wood Beige -0.1 OM 
54 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.4 OM 
55 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
56 Stair/Hall 2 B Door L Ctr L Lft Wood Beige 0.3 OM 
57 Stair/Hall 2 B Door L Ctr Lft casing Wood Beige 0.2 OM 
58 Stair/Hall 2 0 Access Panel L Ctr Metal Beige 0.0 OM 
59 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
60 Bath 2 B Wall U Ctr Gypsum Beige 0.3 OM 
61 Bath 2 B Door L Ctr L Ctr Wood Beige 0.0 OM 
62 Bath 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
63 Bedroom 4 Ceiling L Lft Gypsum Beige 0.2 OM 
64 Bedroom 4 B Wall U Ctr Gypsum Beige 0.2 OM 
65 Bedroom 4 B Baseboard L Lft Wood Beige 0.0 OM 
66 Bedroom 4 A Door L Ctr U Lft Wood Beige 0.3 OM 
67 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.0 OM 
68 Bedroom 4 C Window L Ctr Sill Wood Beige -0.1 OM 
69 Bedroom 4 C Window L Ctr Apron Wood Beige 0.2 OM 
70 Bedroom 4 A Shelf L Ctr Wood Beige 0.3 OM 
71 Bedroom 4 A Shelf Supt. L Ctr Wood Beige -0.3- OM 
72 Bedroom 3 Ceiling L Lft Gypsum Beige 0.0 OM 
73 Bedroom 3 A Wall L Rgt Gypsum Beige 0.1 OM 
74 Bedroom 3 0 Baseboard L Ctr Wood Beige 0.0 OM 
75 Bedroom 3 A Door L Ctr L Lft Wood Beige 0.2 OM 
76 Bedroom 3 A Door L Ctr Lft casing Wood Beige -0.1 OM 
77 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
78 Bedroom 3 C Window L Ctr Apron Wood Beige -0,1 OM 
79 Bedroom 3 B Shelf L Ctr Wood Beige 0,0 OM 
80 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.1. OM 
81 Bath 3 Ceiling L Lft Gypsum Beige 0.0 OM 
82 Bath 3 C Wall L Ctr Gypsum Beige 0,2 OM 
83 Bath 3 C Door L Ctr L Ctr Wood Beige -0:1 OM 
84 Bath 3 C Door L Ctr Lft casing Wood Beige 0:1 OM 
85 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 OM 
86 Bedroom 2 C Wall U Ctr Gypsum Beige 0.2 OM 
87 Bedroom 2 C Baseboard L Ctr Wood Beige 0.0 OM 
88 Bedroom 2 B Door L Ctr U Lft Wood Beige 0,;2 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633A 

Page 3 of 3 

Read Room 
‘---x No. Name 

89 Bedroom 2 
90 Bedroom 2 
91 Bedroom 2 
92 Bedroom 1 
93 Bedroom 1 
94 Bedroom 1 
95 Bedroom 1 
96 Bedroom 1 
97 Bedroom 1 
98 Bedroom 1 
99 Stor. 1 

100 Stor. 1 
101 Stor. 1 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
1 IO Exterior A 
111 Exterior A 

,-I>.\ 112 Exterior A 
113 Exterior B 
114 Exterior B 
115 Exterior B 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 
B Door L Ctr Lftcasing I Wood Beige 0.0 QM 

127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 

B 
C 

B 
C 
C 
C 
D 
D 

B 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Soffit 
Fascia 
Soft% 
Win. Frame 
U. Trim 
Siding 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 

Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete White 
Wood Beige 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete White 
Metal White 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Concrete Grey 

0.3 
0.0 
0.0 
0.0 
0.1 
0.0 
0.3 
0.1 

-0.2 
-0.1 
0.1 
2.1 
0.1 
0.1 
0.0 
2.0 
3.4 

-0.1 
0.2 
0.3 
4.7 
0.1 
0.0 

-0.1 
5.8 
0.3 
5.6 
0.01 
3.1 
0.2 
0.0 
0.0 
1.6 
0.3 

-0.1 
0.0 

-O.li 

1 .‘I 
1 .o 

1 .o 

0:l 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY .- _(\ 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1633A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mgfcm2) Mode -89 Bedroom 2 B Door L Ctr Lft casing I Wood Beige 0.0 OM 

90 Bedroom 2 B Shelf L Ctr Wood Beige 0.3 OM 
91 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
92 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
93 Bedroom 1 B Wall L Ctr Gypsum Beige 0.0 OM 
94 Bedroom 1 C Baseboard L Ctr Wood Beige 0.1 OM 
95 Bedroom 1 C Door L Ctr U Lft Wood Beige 0.0 OM 
96 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.3 OM 
97 Bedroom 1 0 Shelf L Ctr Wood Beige 0.1 OM 
98 Bedroom 1 0 Shelf Supt. L Ctr Wood Beige -0.2 OM 
99 Star. 1 Ceiling L Lft Concrete Beige -0.1 OM 

100 Star. 1 B Wall L Ctr Concrete White 0.1 OM 
101 Star. 1 B Ext. Door L Ctr Lft casing Wood Beige 2.1 OM 
102 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.1 OM 
103 Exterior A A Threshold L Ctr Concrete Grey 0.1 OM 
104 Exterior A A Wall U Ctr Concrete Grey 0.0 OM 
105 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.0 OM 
106 Exterior A A Door Trim L Ctr Wood White 3.4 OM 
107 Exterior A A Patio Fence L Ctr Concrete Grey -0.1 OM 
108 Exterior A A Fence Inlay L Ctr Concrete White 0.2 OM 
109 Exterior A A AlC Line Cov. L Ctr Metal White 0.3 OM 
110 Exterior A A Fascia L Ctr P Wood White 4.7 OM 
111 Exterior A A Soffit L Ctr Wood White 0.1 OM 
112 Exterior A A U.Facing L Ctr Concrete Grey 0.0 OM 
113 Exterior B B Wall L Ctr Concrete Grey -0.1 OM 
114 Exterior B B Fascia L Ctr Wood White 5.8 OM 
115 Exterior B B Soffit L Ctr Wood White 0.3 OM 
116 Exterior C C Fascia L Ctr Wood White 5.6 OM 
117 Exterior C C Soffit L Ctr Wood White 0.0 OM 
118 Exterior C C Win. Frame L Ctr Wood Grey 3.1 OM 
119 Exterior C C U. Trim L Ctr Wood Grey 0.2: OM 
120 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
121 Exterior C C Wall L Ctr Concrete Grey 0.0 OM 
122 Exterior C C Door Trim L Ctr P Wood White 1.6 OM 
123 Exterior C C Threshold L Ctr Concrete Grey 0.2; OM 
124 Exterior C C Overhang L Ctr Wood Grey -0.1 OM 
125 Exterior C C Patio Fence L Ctr Concrete Grey 0.0 OM 
126 Exterior C C Star. Roof L Ctr Concrete Grey -0.11 OM 
127 CALIBRATION 1.'1 Std 
128 CALIBRATION 1.0 Std 
129 CALIBRATION 1.0 Std 
130 CALIBRATION 0:1 Std 
131 CALIBRATION 0.0 Std 
132 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633B 

Page 1 of 3 

Read 
‘--‘- No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (ms/cm2) Mode 

2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

,’ *.. 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Living 1 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
D 
D 
D 
A 

A 
D 
D 
B 

B 
A 
D 
D 

A 
B 
B 
B 
C 
B 

D 
C 
A 
A 

B 
B 

A 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 
L Ctr 
L Lft 
u Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Ctr 
L Lft 

L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

u Lft 
Rgt casing 

u Lft 
Lft casing 

L Lft 
Rgt casing 

L Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

u Lft 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

,,. -.,\ KEY 

L = Lower I - Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Yellow 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 

Cov. = Cover 

0.8 Std 
1.0 Std 
0.0 Std 
0.0 Std 
0.0 Std 

-0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.1 QM 
0.3 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 

-0.3 QM 
-0.1 QM 
0.1 QM 
O.Cf QM 
0.1 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0. I, QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16338 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hafl1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.2 OM 

10 Hall 1 0 Door L Ctr L Lft Wood Beige 0.0 OM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
14 Bath 1 Ceiling U Rgt Gypsum Beige 0.1 OM 
15 Bath 1 A Wall U Rgt Gypsum Beige 0.0 OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
18 Bath 1 B Baseboard L Lft Vinyl Beige -0.1 OM 
19 Mech Closet Ceiling U Lft Gypsum Beige 0.0 OM 
20 Mech Closet B Wall U Rgt Gypsum Beige 0.1 OM 
21 Mech Closet A Baseboard L Rgt Wood Beige 0.0 OM 
22 Mech Closet 0 Door L Ctr U Lft Wood Beige 0.2 OM 
23 Mech Closet 0 Door L Ctr Lft casing Wood Beige -0.1 OM 
24 Kitchen Ceiling U Rgt Gypsum Beige 0.1 OM 
25 Kitchen A Wall U Ctr Gypsum Beige 0.3 OM 
26 Kitchen B Baseboard L Rgt Wood Beige 0.1 OM 
27 Kitchen B Door L Ctr L Lft Wood Beige -0.1 OM 
28 Kitchen B Door L Ctr Rgt casing Wood Beige 0.1 OM 
29 Kitchen C Cabinet L Ctr Wood Stain 0.0 OM 
30 Kitchen B Counter L Ctr Wood Yellow -0.1 OM 
31 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
32 Living 1 0 Wall L Rgt Gypsum Beige -0.1 OM 
33 Living 1 C Baseboard L Ctr Wood Beige 0.1 OM 
34 Living 1 A Door L Ctr L Ctr Wood Beige 0.0 OM 
35 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
36 Stair/Hall 2 Ceiling U Lft Gypsum Beige -0.3 OM 
37 Stair/Hall 2 B Wall L Lft Gypsum Beige -0.1 OM 
38 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.1 OM 
39 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
40 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
41 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
42 Stair/Hall 2 Railing L Ctr Railing Wood Stain O.~) OM 
43 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.0 OM 
44 Stair/Hall 2 0 Door L Ctr U Lft Wood Beige 0.1. OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I - Intact Balust " Baluster No. = Number Cov. = Cover 

U" Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Stor. = Storage Ext = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1633B 

Page 2 of 3 

Read Room 
,-\l 0 . Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bath 2 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Closet 1 
58 Closet 1 
59 Closet 1 
60 Closet 1 
61 Closet 1 
62 Closet I 
63 Closet 1 
64 Closet 2 
65 Closet 2 
66 Closet 2 
67 Closet 2 

,,-*, 68 Closet 2 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Stor. 1 
81 Stor. 1 
82 Stor. 1 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
D Door L Ctr Lft casing I Wood QM 
D 
C 

A 
C 
C 

B 
A 
A 
A 

A 
B 
D 
D 
C 
0 

A 
A 
D 
D 
C 
B 
B 
B 

B 
D 
C 
C 
C 
C 

C 
B 
A 
A 
A 
A 
A 
A 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 

L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
U Rgt 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

L Ctr 
Lft casing 

u Lft 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

L Ctr 
Rgt casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 

0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.2 QM 

-0.3 QM 
-0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 

-0.2 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
2.9 QM 
0.0 QM 
0.2 QM 
0.1 QM 
1.3 QM 
0.0 QM 

-0.11 QM 
‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion,) 

/-“Z 
KEY 

L = Lower I - Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16338 

Read Room Paint Lead 
/-\10. Name Wal/* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Door L Ctr Lft casing I Wood Beige 0.2 OM 
46 Stair/Hall 2 0 Shelf L Ctr I Wood Beige 0.1 OM 
47 Stair/Hall 2 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
48 Bath 2 Ceiling U Rgt Gypsum Beige 0.3 OM 
49 Bath 2 A Wall U Ctr Gypsum Beige 0.0 OM 
50 Bath 2 C Door L Ctr L Ctr Wood Beige -0.1 OM 
51 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
52 Bedroom 1 Ceiling U Lft Gypsum Beige 0.1 OM 
53 Bedroom 1 B Wall L Rgt Gypsum Beige 0.1 OM 
54 Bedroom 1 A Baseboard L Rgt Wood Beige 0.3 QM 
55 Bedroom 1 A Door L Ctr U Lft Wood Beige 0.1 OM 
56 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.3 OM 
57 Closet 1 Ceiling L Lft Gypsum Beige 0.1 QM 
58 Closet 1 A Wall L Lft Gypsum Beige 0.3 QM 
59 Closet 1 B Baseboard L Ctr Wood Beige 0.1 OM 
60 Closet 1 0 Door L Ctr L Lft Wood Beige 0.3 OM 
61 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
62 Closet 1 C Shelf L Rgt Wood Beige 0.0 QM 
63 Closet 1 0 Shelf Supt. L Rgt Wood Beige 0.2 OM 
64 Closet 2 Ceiling U Rgt Wood Beige -0.3 QM 
65 Closet 2 A Wall L Rgt Gypsum Beige -0.1 OM 
66 Closet 2 A Baseboard L Rgt Wood Beige 0.1 OM 
67 Closet 2 0 Door L Ctr U Lft Wood Beige 0.0 OM 
68 Closet 2 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
69 Closet 2 C Shelf L Ctr Wood Beige 0.1 QM 
70 Closet 2 B Shelf Supt. L Ctr Wood Beige -0.2 OM 
71 Closet 2 B Attic Panel L Ctr Wood Beige 0.1 QM 
72 Closet 2 B Panel Frame L Ctr Wood Beige -0.1 OM 
73 Bedroom 2 Ceiling L Lft Gypsum Beige 0.1 OM 
74 Bedroom 2 B Wall U Rgt Gypsum Beige 0.0 OM 
75 Bedroom 2 0 Baseboard L Rgt Wood Beige 0.0 QM 
76 Bedroom 2 C Door L Ctr L Ctr Wood Beige 0.0 QM 
77 Bedroom 2 C Door L Ctr Rgt casing Wood Beige 0.2 QM 
78 Bedroom 2 C Shelf L Ctr Wood Beige 0.1 QM 
79 Bedroom 2 C Shelf Supt. L Ctr Wood Beige -0.1 QM 
80 Stor. 1 Ceiling L Lft Concrete Beige 0.0 QM 
81 Stor. 1 C Wall U Rgt Concrete Beige 0.1 OM 
82 Stor. 1 B Ext. Door L Ctr Lft casing Wood White 2.9 QM 
83 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
84 Exterior A A Threshold L Ctr Concrete Beige 0.2: OM 
85 Exterior A A Wall U Ctr Concrete Beige 0.1 QM 
86 Exterior A A Ext. Door L Ctr Lft casing Wood White 1.3 OM 
87 Exterior A A Door Trim L Ctr P Wood White 0.0 QM 
88 Exterior A A Patio Fence L Ctr Concrete Beige -0.11 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I - Intact Balust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Clr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633B 

Page 3 of 3 

rd$ead Room 
NO. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
A A/C Line Cov. L Ctr I Metal Beige 0.2 QM 

90 Exterior A A 
9 1 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Fascia 
Soffit 
U. Facing 
Stor. Roof 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 
Wall 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 

1.6 QM 
0.1 QM 

-0.2 QM 
0.0 QM 

-0.1 QM 
2.3 QM 

-0.1 QM 
0.1 QM 
4.7 QM 
0.0 QM 

-0.1 QM 
0.9 Std 
0.8 Std 
0.9 Std 
0.0 Std 
0.0 Std 
0.0 Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6. and C walls are labelled in a clockwise fashion.) 

i-%, KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I - Intact Balust = Baluster No. = Number Cov. = Cover 

F = Fair Win. = Window Cond. = Condition 

P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST. FL 
UNIT 16338 

"~~~~ead Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.2 OM 
90 Exterior A A Fascia L Ctr P Wood Beige 1.6 OM 
91 Exterior A A Soffit L Ctr Wood Beige 0.1 OM 
92 Exterior A A U. Facing L Ctr Concrete Beige -0.2 OM 
93 Exterior A A Stor. Roof L Ctr Concrete Beige 0.0 OM 
94 Exterior C C Wall L Ctr Concrete Beige -0.1 OM 
95 Exterior C C Door Trim L Ctr Wood White 2.3 OM 
96 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
97 Exterior C C Patio Fence L Ctf Concrete Beige 0.1 OM 
98 Exterior C C Fascia L Ctr Wood White 4.7 OM 
99 Exterior C C Soffit L Ctr Wood White 0.0 OM 

100 Exterior C C Wall L Ctr Concrete Beige -0.1 OM 
101 CALIBRATION 0.9 Std 
102 CALIBRATION 0.8 Std 
103 CALIBRATION 0.9 Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0.0 Std 
106 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Clr. = Center 

I - Intact Balust = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Sup!. '" Support 

Std. = 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1641A 

Page 1 of 3 

Read Room Paint Lead 
--Y No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cmz) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Bath 1 
13 Bath 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

2”) 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
B 
B 
B 

C 
B 
B 
C 
B 

C 
B 
B 
B 

A 
D 
C 
C 
D 
D 

C 
C 
A 
C 

D 
B 

B 
B 
B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u ctr 
L Ctr 
L Lft 

L Lft 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

u Lft 
Rgt casing 

L Lft 
Lft casing 

U Rgt 
Rgt casing 

u Lft 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

.- “, KEY 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

Cov. = Cover 

1.1 Std 
1.0 Std 
0.0 Std 
0.0 Std 
0.1 Std 
0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.5 QM 
1.0 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.31 QM 
0.0 QM 

-0.4: QM 
-0.2’ QM 
0.1 QM 

-0.1 QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.l QM 
0.l QM 
3.7 QM 
0.0 QM 
O.‘l QM 
0.0 QM 

-0.l QM 
0.l QM 

-0.i QM 
-0.1 QM 
0.:2 QM 

-0.1 QM 
0.10 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1641A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 OM 
8 Hall 1 B Wall U Lft Gypsum Beige 0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.1 OM 

10 Hall 1 B Door L Ctr L Lft Wood Beige 0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
12 Bath 1 Ceiling L Lft Gypsum Beige -0.1 OM 
13 Bath 1 C Wall U Rgt Gypsum Beige 0.1 OM 
14 Bath 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
15 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.1 OM 
16 Bath 1 C Shelf L Ctr Wood Beige 0.5 OM 
17 Bath 1 B Shelf Supt. L Ctr Wood Beige 1.0 OM 
18 Mech Closet Ceiling U Rgt Gypsum Beige 0.0 OM 
19 Mech Closet C Wall L Ctr Gypsum Beige 0.1 OM 
20 Mech Closet B Baseboard L Ctr Wood Beige 0.1 OM 
21 Mech Closet B Door L Ctr L Lft Wood Beige 0.1 OM 
22 Mech Closet B Door L Ctr Lft casing Wood Beige 0.3, OM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
24 Kitchen A Wall U Rgt Gypsum Beige -0.2 OM 
25 Kitchen 0 Baseboard L Ctr Wood Beige -0.2 OM 
26 Kitchen C Door L Ctr U Rgt Wood Beige 0.1 OM 
27 Kitchen C Door L Ctr Rgt casing Wood Beige -0.1 OM 
28 Kitchen 0 Cabinet L Ctr Wood Beige O.~\ OM 
29 Kitchen 0 Counter L Ctr Wood Beige O.~\ OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
31 Living 1 C Wall U Ctr Gypsum Beige 0.2 OM 
32 Living 1 C Baseboard L Ctr Wood Beige 0:1 OM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0:1 OM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 3 7 .1 OM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 OM 
36 Stair/Hall 2 0 Wall U Ctr Gypsum Beige 0:1 OM 
37 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.0 OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0:1 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0:1 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain -0:1 OM 
41 Stair/Hall 2 Railing L Lft Railing Wood Stain -0.1 OM 
42 Stair/Hall 2 B Access Panel L Ctr Metal Beige 0.:2 OM 
43 Stair/Hall 2 B Door L Ctr U Lft Wood Beige -0.1 OM 
44 Stair/Hall 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I :: Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. " Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. :: Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1641A 

Page 2 of 3 

Read Room Paint Lead 
‘--. No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Exterior A 
52 Exterior A 
53 Exterior A 
54 Exterior A 
55 Exterior A 
56 Exterior A 
57 Exterior A 
58 Exterior A 
59 Exterior A 
60 Exterior A 
61 Exterior A 
62 Exterior A 
63 Exterior B 
64 Exterior B 
65 Exterior B 
66 Exterior C 
67 Exterior C 

-_.. 68 Exterior C 
69 Exterior C 
70 Exterior C 
71 Exterior C 
72 Bedroom 1 
73 Bedroom 1 
74 Bedroom 1 
75 Bedroom 1 
76 Bedroom 1 
77 Bedroom 1 
78 Bedroom 1 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Closet 1 
85 Closet 1 
86 Closet 1 
87 Closet 1 
88 Closet 1 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
Shelf Wood 0.2 QM D 

D 

A 
C 
C 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 

D 
D 
D 
D 
C 
C 

D 
D 
D 
D 

D 
D 
D 
D 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Sol33 
U. Facing 
Stor. Roof 
Wall 
Fascia 
Sofflt 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 

L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
1 Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

I 
L Lft I 
Rgt casing I 

Lft casing I 

P 

P 

Rgt Casing I 
I 

I 

I 
Lft Casing I 

I 
I 
I 
I 

Lft Casing I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

-0.4 
0.2 
0.2 
0.3 
0.0 
0.0 
0.1 
0.0 
2.3 
3.8 

-0.1 
-0.2 
-0.1 
0.01 
0.1 

-0.1 
0 9; 

-0:; 
2 ? .c) 
0.1 

-0.1 
1 .i’ 

-0.2 

0.0 

0.6 
-O.‘l 
0.3 
0.3 
0.0 
0.2 
0.2 
0.2 
0.0 
0.0 
0.0 
0.10 
0.3 
0.3 
0.3 
0.2 
0.0 
0.2 
0.3 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY ,* ..- 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1641A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 D Shelf L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 D Shelf Supt. L Ctr Wood Beige -0.4 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
48 Bath 2 A Wall U Ctr Gypsum Beige 0.2 OM 
49 Bath 2 C Door L Ctr L Lft Wood Beige 0.3 OM 
50 Bath 2 C Door L Ctr Rgt casing Wood Beige 0.0 OM 
51 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
52 Exterior A A Threshold L Ctr Concrete Beige 0.1 OM 
53 Exterior A A Wall U Ctr Concrete Beige 0.0 QM 
54 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.3 OM 
55 Exterior A A Door Trim L Ctr Wood White 3.8 OM 
56 Exterior A A Patio Fence L Ctr Concrete Beige -0.1 OM 
57 Exterior A A Fence Inlay L Ctr Concrete Beige -0.2 OM 
58 Exterior A A AlC Line Cov. L Ctr I Metal Beige -0.1 OM 
59 Exterior A A Fascia L Ctr P Wood White 0.0 QM 
60 Exterior A A Soffit L Ctr Wood White 0.1 OM 
61 Exterior A A U. Facing L Ctr Concrete Beige -0.1 OM 
62 Exterior A A Stor. Roof L Ctr Concrete Beige O.~' OM 
63 Exterior B B Wall U Ctr Concrete Beige -0.1 OM 
64 Exterior B B Fascia L Ctr Wood White 2.2, OM 
65 Exterior B B Soffit L Ctr Wood White 0.1 OM 
66 Exterior C C Wall L Ctr Concrete Beige -0.1 OM 
67 Exterior C C Door Trim L Ctr Wood White 1 -, .1 OM 
68 Exterior C C Threshold L Ctr Concrete Beige -0.2 OM 
69 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 QM 
70 Exterior C C Fascia L Ctr P Wood White 0.6 OM 
71 Exterior C C Soffit L Ctr I Wood White -0:1 OM 
72 Bedroom 1 Ceiling L Ctr Gypsum Beige 0.:3 OM 
73 Bedroom 1 D Wall L Ctr Gypsum Beige 0.3 QM 
74 Bedroom 1 D Baseboard L Ctr Wood Beige 0.0 OM 
75 Bedroom 1 D Door L Ctr Wood Beige 02 OM 
76 Bedroom 1 D Door L Ctr Rgt Casing Wood Beige 0.2 OM 
77 Bedroom 1 C Shelf L Ctr Wood Beige 0.2 OM 
78 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
79 Bedroom 2 Ceiling L Ctr Gypsum Beige 0.0 QM 
80 Bedroom 2 D Wall L Ctr Gypsum Beige 0.0 QM 
81 Bedroom 2 D Baseboard L Ctr Wood Beige 0.0 OM 
82 Bedroom 2 D Door L Ctr Wood Beige 0.3 OM 
83 Bedroom 2 D Door L Ctr Lft Casing Wood Beige 0.3 OM 
84 Closet 1 Ceiling L Ctr Gypsum Beige 0.3 OM 
85 Closet 1 D Wall L Ctr Gypsum Beige 0.2 QM 
86 Closet 1 D Baseboard L Ctr Wood Beige 0.0 QM 
87 Closet 1 D Door L Ctr Wood Beige 0.2 OM 
88 Closet 1 D Door L Ctr Lft Casing Wood Beige 0.3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 
L '" Lower I = Intact 8alust. = Baluster No." Number Cov. = Cover 

U "Upper F " Fair Win." Window Condo " Condition 

lft. "Left P" Poor Ceil. " Ceiling mg/cm2 '" milligrams per square centimeter 

Rgt." Right QM = Quick Mode Supt. = Support Mech. " Mechanical 

Ctr. " Center Std " 30 Second Mode Stor. = Storage Ext. " Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1641A 

Read 
--‘*-~ No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mn/cm? Mode 

89 Closet 1 
. - 

A Shelf L Ctr I Wood Beige 0.3QM 
90 Closet 1 A 
91 Closet 2 
92 Closet 2 C 
93 Closet 2 D 
94 Closet 2 B 
95 Closet 2 B 
96 Closet 2 C 
97 Closet 2 C 
98 Closet 2 
99 Closet 2 

100 Stor. 1 
101 Stor. 1 B 
102 Stor. 1 A 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Gypsum 
I Gypsum 
I Wood 
I Wood 

Lft Casing I Wood 
I Wood 
I Wood 
I Wood 
I Wood 
I Concrete 
I Concrete 

Rgt Casing I Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 

-0.1 
0.2 
0.0 
0.4 
0.0 
0.2 
0.0 
0.3 
0.1 
0.3 
0.2 

-0.1 
2.01 
1 .Cl 
1.1 
1 .o 
0.0 
0.0 
0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 

/--“X L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

1 = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1641A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Closet 1 A Shelf L Ctr I Wood Beige 0.3 OM 
90 Closet 1 A Shelf Supt. L Ctr I Wood Beige -0.1 OM 
91 Closet 2 Ceiling L Ctr Gypsum Beige 0.2 OM 
92 Closet 2 C Wall L Ctr Gypsum Beige 0.0 OM 
93 Closet 2 0 Baseboard L Ctr Wood Beige 0.4 OM 
94 Closet 2 B Door L Ctr Wood Beige 0.0 OM 
95 Closet 2 B Door L Ctr Lft Casing Wood Beige 0.2 OM 
96 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
97 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
98 Closet 2 Attic Panel L Ctr Wood Beige 0.1 OM 
99 Closet 2 Panel Frame L Ctr Wood Beige 0.3 OM 

100 Stor. 1 Ceiling L Ctr Concrete Beige 0.2 OM 
101 Star. 1 B Wall L Ctr Concrete Beige -0.1 OM 
102 Star. 1 A Ext. Door L Ctr Rgt Casing Wood White 2.0 OM 
103 CALIBRATION 1.0 Std 
104 CALIBRATION 1.1 Std 
105 CALIBRATION 1.0 Std 
106 CALIBRATION 0.0 Std 
107 CALIBRATION 0.0 Std 
108 CALIBRATION 0.1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A " address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 " milligrams per square centimeter 

Mech. " Mechanical 

Ext. " Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1642B 

Page 1 of 3 

Read Room Paint Lead 
-‘-i No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

, -c, 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
B 
B 
D 
D 

B 
D 
D 

A 
A 
D 
cl 

A 
B 
B 
B 
D 
D 

A 
A 
A 
A 

B 
B 

A 
D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Rgt 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
u Lft 
L Rgt 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

U Rgt 
Rgt casing 

L Lft 
Rgt casing 

L Lft 
Lft casing 

L Lft 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY 
_ --\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1.0 Std 
0.9 Std 
0.0 Std 
0.2 Std 
0.0 Std 
0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.1 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
0.01 QM 
O.Cf QM 
0.2 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.1 QM 
o.;! QM 
0.3 QM 
O.‘l QM 
0.1 QM 
0.0 QM 

-0:l QM 
O.‘l QM 
0. ‘1 QM 
0.l QM 
0.0 QM 
0.0 QM 
0.12 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1642B 

Read Room Paint Lead 
No. Name Watl* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling U Lft Gypsum Beige 0.1 OM 
8 Hall 1 0 Wall L Rgt Gypsum Beige 0.0 OM 
9 Hall 1 0 Baseboard L Rgt Wood Beige 0.1 OM 

10 Hall 1 B Door L Ctr U etr Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 0 Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling U Lft Gypsum Beige 0.0 OM 
15 Bath 1 B Wall U Lft Gypsum Beige -0.1 OM 
16 Bath 1 0 Door L etr U Rgt Wood Beige 0.3 OM 
17 Bath 1 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
19 Mech Closet A Wall U Lft Gypsum Beige 0.0 OM 
20 Mech Closet A Baseboard L Rgt Wood Beige -0.1 OM 
21 Mech Closet 0 Door L Ctr L Lft Wood Beige -0.1 OM 
22 Mech Closet 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
23 Kitchen Ceiling U Lft Gypsum Beige 0.0 OM 
24 Kitchen A Wall U Lft Gypsum Beige 0.0 OM 
25 Kitchen B Baseboard L Lft Wood Beige 0.2: OM 
26 Kitchen B Door L etr L Lft Wood Beige 0.2 OM 
27 Kitchen B Door L Ctr Lft casing Wood Beige -0.1 OM 
28 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 OM 
29 Kitchen 0 Counter L Ctr Wood Stain 0.2; OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.1 OM 
31 Living 1 A Wall U Rgt Gypsum Beige 0.0 OM 
32 Living 1 A Baseboard L Ctr Wood Beige 0.1 OM 
33 Living 1 A Door L Ctr L Lft Wood Beige 0.2 OM 
34 Living 1 A Door L Ctr Lft casing Wood Beige 0:1 OM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0:1 OM 
36 Stair/Hall 2 B Wall U Lft Gypsum Beige 0:1 OM 
37 Stair/Hall 2 B Baseboard U Lft Wood Beige 0.0 OM 
38 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain -0:1 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0:1 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.'1 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.'1 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.0 OM 
43 Stair/Hall 2 0 Door L Ctr U Lft Wood Beige 0.0 OM 
44 Stair/Hall 2 0 Door L Ctr Lft casing Wood Beige 0.2 OM 

'Used to designate from whiCh wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. '" Left P = Poor Ceil. = Ceiling mg/cm2 '" milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Glr. = Center Std = 30 Second Mode Stor. = Storage Ext. '" Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1642B 

Read 
_/l”--L% No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 
52 Bedroom 
53 Bedroom 
54 Bedroom 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,,+.-- f._ 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Exterior A 
80 Exterior A 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

D 
C 

C 
C 
C 

B 
D 
B 
B 
C 
B 

A 
D 
A 
A 

C 
D 
D 
D 
A 
A 

D 
D 
D 
D 
C 
D 

A 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

L Lft 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

U Rgt 
Rgt casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,/i/.>* 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Grey 
Grey 
Grey 
White 
White 
Grey 
White 
Grey 
White 
White 

Cov. = Cover 

0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.2. QM 

-0.2: QM 
0.0 QM 
0.0 QM 
1 .9 QM 
3.0 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
1 .o QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16428 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm 2

) Mode 
45 Stair/Hall 2 D Shelf L Ctr I Wood Beige 0.1 OM 
46 Stair/Hall 2 C Shelf Sup!. L Ctr Wood Beige 0.1 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.1 OM 
48 Bath 2 C Wall U Ctr Gypsum Beige 0.1 OM 
49 Bath 2 C Door L Ctr L Lft Wood Beige 0.0 OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige -0.1 OM 
51 Bedroom 1 Ceiling U Lft Gypsum Beige 0.0 OM 
52 Bedroom 1 B Wall L Lft Gypsum Beige -0.1 OM 
53 Bedroom 1 D Baseboard L Ctr Wood Beige -0.1 OM 
54 Bedroom 1 B Door L Ctr L Lft Wood Beige -0.1 OM 
55 Bedroom 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
57 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
58 Bedroom 2 Ceiling L Lft Gypsum Beige 0.1 OM 
59 Bedroom 2 A Wall U Rgt Gypsum Beige 0.0 OM 
60 Bedroom 2 D Baseboard L Ctr Wood Beige 0.1 OM 
61 Bedroom 2 A Door L Ctr L Lft Wood Beige 0.0 OM 
62 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.0 OM 
63 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
64 Closet 1 C Wall L Lft Gypsum Beige 0.0 OM 
65 Closet 1 D Baseboard L Ctr Wood Beige 0.0 OM 
66 Closet 1 D Door L Ctr U Lft Wood Beige 0.2 OM 
67 Closet 1 D Door L Ctr Lft casing Wood Beige 0.3 OM 
68 Closet 1 A Shelf L Ctr Wood Beige -0.1 OM 
69 Closet 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
70 Closet 2 Ceiling U Lft Gypsum Beige 0.1 OM 
71 Closet 2 D Wall U Rgt Gypsum Beige 0.1 OM 
72 Closet 2 D Baseboard L Ctr Wood Beige 0.0 OM 
73 Closet 2 D Door L Ctr U Rgt Wood Beige 0.0 OM 
74 Closet 2 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
76 Closet 2 D Shelf Supt. L Ctr Wood Beige 0.1 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.3 OM 
78 Closet 2 Panel Frame L Ctr Wood Beige 0.2. OM 
79 Exterior A A Stoop Ceil. L Ctr Concrete Grey -0.2: OM 
80 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
81 Exterior A A Wall U Ctr Concrete Grey 0.0 OM 
82 Exterior A A Ext. Door L Ctr Lft casing Wood White 1.9 OM 
83 Exterior A A Door Trim L Ctr Wood White 3.0 OM 
84 Exterior A A Patio Fence L Ctr Concrete Grey 0.0 OM 
85 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
86 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.3 OM 
87 Exterior A A Fascia L Ctr P Wood White 1.0 OM 
88 Exterior A A Soffit L Ctr Wood White 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. '" Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1642B 

Page 3 of 3 

Read Room 
/-’ No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
A U. Facing L Ctr I Concrete Grey 0.0 QM 

90 Exterior C C 
91 Exterior C C 
92 Exterior C C 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Stor. I 
97 Stor. 1 C 
98 Stor. 1 D 
99 CALIBRATION 

100 CALIBRATION 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 

Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Sofit 
Ceiling 
Wall 
Ext. Door 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr Lf? Casing 

I Concrete 
I Wood 
I Concrete 
I Concrete 
P Wood 
I Wood 
I Concrete 
I Concrete 
P Wood 

Grey 
White 
Grey 
Grey 
White 
White 
Grey 
Grey 
White 

0.0 QM 
2.5 QM 

-0.1 QM 
-0.2 QM 
1.0 QM 

-0.2 QM 
0.3 QM 
0.3 QM 
1.5 QM 
1 .o Std 
1.1 Std 
0.9 Std 
0.0 Std 
0.0 Std 
0.0 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

_ ___ KEY / . 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1642B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A U.Facing L Ctr I Concrete Grey 0.0 OM 
90 Exterior C C Wall L Ctr Concrete Grey 0.0 OM 
91 Exterior C C Door Trim L Ctr Wood White 2.5 OM 
92 Exterior C C Threshold L Ctr Concrete Grey -0.1 OM 
93 Exterior C C Patio Fence L Ctr Concrete Grey -0.2 OM 
94 Exterior C C Fascia L Ctr P Wood White 1.0 OM 
95 Exterior C C Soffit L Ctr Wood White -0.2 OM 
96 Stor. 1 Ceiling L Ctr Concrete Grey 0.3 OM 
97 Stor. 1 C Wall L Ctr Concrete Grey 0.3 OM 
98 Stor. 1 0 Ext. Door L Ctr Lft Casing P Wood White 1.5 OM 
99 CALIBRATION 1.0 Std 

100 CALIBRATION 1.1 Std 
101 CALIBRATION 0.9 Std 
102 CALIBRATION 0.0 Std 
103 CALIBRATION 0.0 Std 
104 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. '" Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1648A 

Page 1 of 3 

Read 
1”x” No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 B 
9 Hall 1 B 

10 Hall 1 B 
11 Hall 1 B 
12 Hall 1 B 
13 Hall 1 A 
14 Bath 1 
15 Bath 1 B 
16 Bath 1 D 
17 Bath 1 D 
18 Bath 1 A 
19 Bath 1 A 
20 Closet 1 
21 Closet 1 B 
22 Closet 1 C 
23 Closet 1 D 

*‘-‘-‘\ 24 Closet 1 D 
25 Mech. Closet 
26 Mech. Closet C 
27 Mech. Closet D 
28 Mech. Closet A 
29 Mech. Closet A 
30 Kitchen 
31 Kitchen B 
32 Kitchen A 
33 Kitchen B 
34 Kitchen B 
35 Kitchen D 
36 Kitchen D 
37 Living 1 
38 Living 1 A 
39 Living 1 B 
40 Living 1 A 
41 Living 1 C 
42 Living 1 A 
43 Living 1 A 
44 Living 1 A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 

u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
U Ctr 
U Ctr 
U Rgt 
u Lft 
L Rgt 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Rgt 
L ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft I 
Lft casing I 

U Ctr I 
Rgt casing I 

I 
I 
I 
I 
I 

U Rgt I 
Lft casing I 

L Lft I 
Rgt casing I 

U Rgt I 
Lft casing I 

I 
I 
I 
I 
I 

L Ctr I 
Lft casing I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1.2 Std 
0.9 Std 
1.1 Std 
0.0 Std 
0.2 Std 
0.2 Std 
0.1 QM 

-0.2 QM 
0.3 QM 

-0.1 QM 
0.1 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.4 QM 
0.0 QM 
0.2 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0~ QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.3 QM 

-0.2 QM 
0.0 QM 
o.;! QM 
0.3 QM 

-O.“l QM 
-0.2 QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1648A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.2 Std 
6 CALI BRA TION 0.2 Std 
7 Hall 1 Ceiling U Lft Gypsum Beige 0.1 OM 
8 Hall 1 B Wall U Rgt Gypsum Beige -0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.3 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.2 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
14 Bath 1 Ceiling L Rgt Gypsum Beige 0.0 OM 
15 Bath 1 B Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 D Door L Ctr U Ctr Wood Beige 0.3 OM 
17 Bath 1 D Door L Ctr Rgt casing Wood Beige 0.4 OM 
18 Bath 1 A Shelf U Ctr Wood Beige 0.0 OM 
19 Bath 1 A Shelf Supt. U Ctr Wood Beige 0.2 OM 
20 Closet 1 Ceiling U Rgt Gypsum Beige 0.1 OM 
21 Closet 1 B Wall U Lft Gypsum Beige -0.1 OM 
22 Closet 1 C Baseboard L Rgt Wood Beige -0.1 OM 
23 Closet 1 D Door L Ctr U Rgt Wood Beige 0.3 OM 
24 Closet 1 D Door L Ctr Lft casing Wood Beige 0.0 OM 
25 Mech. Closet Ceiling U Lft Gypsum Beige 0.1 OM 
26 Mech. Closet C Wall U Lft Gypsum Beige 0.1 OM 
27 Mech. Closet D Baseboard L Rgt Wood Beige -0.1 OM 
28 Mech. Closet A Door L Ctr L Lft Wood Beige 0.3 OM 
29 Mech. Closet A Door L Ctr Rgt casing Wood Beige 0.0 OM 
30 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
31 Kitchen B Wall L Rgt Gypsum Beige 0.0 OM 
32 Kitchen A Baseboard L Ctr Wood Beige 0.2 OM 
33 Kitchen B Door L Ctr U Rgt Wood Beige 0.3, OM 
34 Kitchen B Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Kitchen D Cabinet L Ctr Wood Stain 0.1 OM 
36 Kitchen D Counter L Ctr Wood Stain 0.2: OM 
37 Living 1 Ceiling U Lft Gypsum Beige O.~: OM 
38 Living 1 A Wall L Rgt Gypsum Beige -02 OM 
39 Living 1 B Baseboard L Ctr Wood Beige 0.0 OM 
40 Living 1 A Door L Ctr L Ctr Wood Beige 0.2 OM 
41 Living 1 C Door L Ctr Lft casing Wood Beige O.~\ OM 
42 Living 1 A Flight L Ctr Wood Beige -O.~I OM 
43 Living 1 A U. Molding L Ctr Wood Beige -0.2 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L == Lower I = Intact Salust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1648A 

Page 2 of 3 

-a h, 
?ead 
No. 

Room 
Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 

emz I 1 67 Bedroom 1 
68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 3 
88 Bedroom 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Ceiling u Lft QM 
A 
B 
C 
C 
C 

C 
C 

C 
D 
B 

C 
A 
C 
C 
D 

B 
D 
B 
B 
A 
C 

A 
C 
A 
A 
C 
C 
A 
A 

C 

Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

L Rgt 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Rgt 

Newel post 
Balusters 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

u Lft 
Rgt casing 

L Ctr 
Rgt casing 

u Lft 
Lft casing 

L Lft 
Lft casing 
Sill 
Apron 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

-0.2 
-0.1 
0.3 
0.1 
0.0 
0.0 

-0.1 
-0.1 
-0.3 
-0.1 
-0.3 
0.0 
0.0 
0.0 
0.1 
0.2 

-0.1 
-0.1 
0.2 
0.1 
0.01 

-0.1 
0.2 
0.3 
0.3 

-0.2 
0.1 
0.3 
0.0 
0.1: 

o.;! 
-O.‘l 
0.0 
0. ‘I 
0.3 

-0. ‘I 
O.‘l 
0.l 
0.0 
0.0 
O.‘l 

-0.1 
0.1 

-0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

F”“., 
KEY 

L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 3 of 3 
LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1648A 

Read Room 
No. Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Exterior A 
97 Exterior A 
98 Exterior A 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior B 
108 Exterior B 
109 Exterior B 

-?*I*. 110 Exterior C 
111 Exterior C 
112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Stor. 1 
122 Stor. 1 
123 Stor. 1 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
B Baseboard L Ctr I Wood Beige 0.0 QM 
A 
A 
C 
C 
A 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

B 
B 

Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Soft3 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Softit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 
Ceiling 
Wall 
Ext. Door 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr I 
Lft casing I 
Sill I 
Apron I 

I 
Lft casing P 

P 

P 

I 

P 

I 

Lft Casing F 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
COnCrete Grey 

Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Metal Grey 
Wood White 
Wood White 
Concrete White 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 

0.0 QM 
0.2 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
2.0 QM 
1.4 QM 
0.0 QM 
0.0 QM 
0.0 QM 
6.0 QM 
0.0 QM 

-0.1 QM 
-0.2 QM 
3.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
2.1 QM 
0.1 QM 
1.4 QM 
2.7 QM 

-0.1 QM 
-0.1 QM 
0.C) QM 
0.3 QM 
2.ii QM 
1.1 Std 
1 .o Std 
0.9 Std 
0.0 Std 
0.0 Std 
0.0 Std 

128 CALIBRATION 
129 CALIBRATION 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

_<.I.\ 
KEY 

L = Lower I = Intact Balust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL Page 3 of 3 
UNIT 1648A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 B Baseboard L Ctr I Wood Beige 0.0 OM 
90 Bedroom 3 A Door L Ctr U Ctr Wood Beige 0.0 OM 
91 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.2 OM 
92 Bedroom 3 C Window L Ctr Sill Wood Beige 0.1 OM 
93 Bedroom 3 C Window L Ctr Apron Wood Beige 0.1 OM 
94 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
95 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
96 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.0 OM 
97 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
98 Exterior A A Wall U Ctr Concrete Grey 0.0 OM 
99 Exterior A A Ext. Door L Ctr Lft casing P Wood White 2.0 OM 

100 Exterior A A Door Trim L Ctr I Wood White 1.4 OM 
101 Exterior A A Patio Fence L Ctr Concrete Grey 0.0 OM 
102 Exterior A A Fence Inlay L Ctr Concrete Grey 0.0 OM 
103 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.0 OM 
104 Exterior A A Fascia L Ctr P Wood White 6.0 OM 
105 Exterior A A Soffit L Ctr Wood White 0.0 OM 
106 Exterior A A U.Facing L Ctr Concrete White -0.1 OM 
107 Exterior B B Wall L Ctr Concrete Grey -0.2 OM 
108 Exterior B B Fascia L Ctr Wood White 3.1 OM 
109 Exterior B B Soffit L Ctr Wood White 0.1 OM 
110 Exterior C C Wall L Ctr Concrete Grey 0.0 OM 
111 Exterior C C Door Trim L Ctr P Wood White 0.1 OM 
112 Exterior C C Threshold L Ctr I Concrete Grey -0.1 OM 
113 Exterior C C Overhang L Ctr Wood Grey 0.1 OM 
114 Exterior C C Patio Fence L Ctr Concrete Grey 0.1 OM 
115 Exterior C C Fascia L Ctr Wood White 2.1 OM 
116 Exterior C C Soffit L Ctr I Wood White 0.1 OM 
117 Exterior C C Win. Frame L Ctr P Wood Grey 1.4 OM 
118 Exterior C C U. Trim L Ctr Wood Grey 2.7 OM 
119 Exterior C C Siding L Ctr Wood Grey -0.1 OM 
120 Exterior C C Star. Roof L Ctr Concrete Grey -0.1 OM 
121 Stor. 1 Ceiling L Ctr Concrete Grey 0.0 OM 
122 Stor. 1 B Wall L Ctr Concrete Grey 0.3 OM 
123 Stor. 1 B Ext. Door L Ctr Lft Casing F Wood White 2.2 OM 
124 CALIBRATION 1.1 Std 
125 CALIBRATION 1.0 Std 
126 CALIBRATION O.~l Std 
127 CALIBRATION 0.0 Std 
128 CALIBRATION 0.0 Std 
129 CALIBRATION OJ) Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balus! = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std = 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1648C 

Read Room Paint Lead 
~*‘-.~ No. Name Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

1 CALIBRATION 1 .o Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath I 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,e.. r- ._ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

A 
D 
B 
B 
B 
A 

C 
D 
D 
A 
B 

B 
D 
D 
D 

C 
B 
B 
B 

A 
B 
C 
C 
D 
D 

A 
C 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Rgt 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
u Lft 
L ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Stain 
Stain 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
d.?r _i 

L = Lower I = intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

1 .o Std 
1.0 Std 
0.2 Std 
0.1 Std 
0.0' Std 

-0.1 QM 
-0.1 QM 
-0.1 QM 
-0.1 QM 
0.2: QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.1. QM 

-0.1; QM 
0.3 QM 

-O.ii QM 
-0.1 QM 
-0.7 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.0 QM 
O.‘l QM 
0.2 QM 
0.0 QM 

-0.l QM 
0.l QM 
0:l QM 
0.0 QM 
O.‘l QM 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1648C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.2 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Half 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 A Wall U Ctr Gypsum Beige -0.1 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige -0.1 OM 

10 Half 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Rgt casing Wood Beige 0.2: OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 02 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 0 Door L Ctr U Ctr Wood Beige 0.2; OM 
17 Bath 1 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige 0.1 OM 
21 Closet 1 B Wall U Lft Gypsum Beige -0.1 OM 
22 Closet 1 0 Baseboard L Rgt Wood Beige 0.0 OM 
23 Closet 1 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
24 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
25 Mech Closet Ceiling U Lft Gypsum Beige 0.2 OM 
26 Mech Closet C Wall U Rgt Gypsum Beige 0.0 OM 
27 Mech Closet B Baseboard L Rgt Wood Beige 0.1, OM 
28 Mech Closet B Door L Ctr U Ctr Wood Beige -0.1: OM 
29 Mech Closet B Door L Ctr Lft casing Wood Beige 0.3 OM 
30 Kitchen Ceiling U Lft Gypsum Beige -O.li OM 
31 Kitchen A Wall L Ctr P Gypsum Beige -0:1 OM 
32 Kitchen B Baseboard L Ctr I Wood Beige -0:1 OM 
33 Kitchen C Door L Lft U Ctr I Wood Beige 0.2 OM 
34 Kitchen C Door L Lft Lft casing I Wood Beige 0:1 OM 
35 Kitchen 0 Cabinet L Ctr Stain Beige 0.0 OM 
36 Kitchen 0 Counter L Ctr Stain Beige 0.0 OM 
37 Living 1 Ceiling U Lft Gypsum Beige 0:1 OM 
38 Living 1 A Wall L Ctr Gypsum Beige 0.2 OM 
39 Living 1 C Baseboard L Ctr Wood Beige 0.0 OM 
40 Living 1 A Door L Ctr U Ctr Wood Beige -0:1 OM 
41 Living 1 A Door L Ctr Rgt casing Wood Beige 0:1 OM 
42 Living 1 A Flight L Ctr Wood Beige 0:1 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1648C 

Pagje 2, of 3 

Read Room Paint Lead 
“--‘- No . Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
46 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

j 68 Bedroom 1 
69 Bedroom 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
63 Bedroom 2 
64 Bedroom 2 
85 Bedroom 2 
66 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
Ceiling L Lft Beige 

A 
B 
C 
C 
C 
C 
C 
C 
C 
C 
B 
C 
C 
A 
A 

C 
B 

A 
D 
C 
C 
D 

B 
A 
B 
B 
A 
D 

B 
D 
A 
A 
C 
C 
A 
A 

C 
C 

Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Pan. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 

L Ctr 
L Rgt 
L Rgt 
L Rgt 
L Ctr 
L Rgt 

Newel post 
Balusters 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Ctr 
u Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Rgt 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Rgt casing 

Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

L Ctr 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

-0.1 
0.0 

-0.1 
0.0 
0.3 
0.0 
0.2 
0.0 
0.0 
0.0 
0.3 

-0.1 
0.0 

-0.1 
-0.1 
0.3 
0.0 
0.1 
0.3 
0.1 
0.0 
0.2 
0.1 
0.2 
0.1 
0.0 
0.1 
0.0 
0.0 
0.0 
0.0 

-0.1 
0.0 
0.3 
0.0 
0.0 
0.1 
0.0 
0.0 
0.3 

O.‘l 

0.0 

-0.l 
0.l 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

? L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balust = Baluster No. = Number 

F = Fair Win. = Window Cond. = Condition 

P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2. of 3 
KEY WEST, FL 
UNIT 1648C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Lft I Gypsum Beige -0.1 OM 
46 Stair/Hall 2 A Wall L Ctr Wood Beige 0.0 OM 
47 Stair/Hall 2 B Baseboard L Rgt Wood Beige -0.1 OM 
48 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige 0.0 OM 
49 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige 0.3 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.0 OM 
51 Stair/Hall 2 C Stairs L Rgt Stringer Wood Stain 0.2 OM 
52 Stair/Hall 2 C Stairs Riser Wood Stain 0.0 OM 
53 Stair/Hall 2 C Stairs Tread Wood Stain 0.0 OM 
54 Stair/Hall 2 C Railing L Ctr Railing Wood Stain 0.0 OM 
55 Stair/Hall 2 C Stairs L Lft Railing cap Wood Beige 0.3 OM 
56 Stair/Hall 2 B Cabinet L Ctr Wood Beige -0.1 OM 
57 Stair/Hall 2 C Attic Panel L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 C Panel Frame L Ctr Wood Beige -0.1 OM 
59 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige -0.1 OM 
60 Stair/Hall 2 A Door L Ctr Rgt casing Wood Beige 0.3 OM 
61 Bath 2 Ceiling U Lft Gypsum Beige 0.0 OM 
62 Bath 2 C Wall U Ctr Gypsum Beige 0.1 OM 
63 Bath 2 B Door L Ctr Lft casing Wood Beige 0.3 OM 
64 Bedroom 1 Ceiling U Lft Gypsum Beige 0.1 OM 
65 Bedroom 1 A Wall U Ctr Gypsum Beige 0.0 OM 
66 Bedroom 1 0 Baseboard L Ctr Wood Beige 0.2 OM 
67 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.1 OM 
68 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.2 OM 
69 Bedroom 1 0 Access Pan. L Ctr Metal Beige 0.1 OM 
70 Closet 2 Ceiling U Rgt Gypsum Beige 0.0 OM 
71 Closet 2 B Wall U Rgt Gypsum Beige 0.1 OM 
72 Closet 2 A Baseboard L Ctr Wood Beige 0.0 OM 
73 Closet 2 B Door L Ctr U Ctr Wood Beige 0.0 OM 
74 Closet 2 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
75 Closet 2 A Shelf L Ctr Wood Beige 0.0 OM 
76 Closet 2 0 Shelf Supt. L Ctr Wood Beige -0.1 OM 
77 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
78 Bedroom 2 B Wall L Rgt Gypsum Beige 0.2, OM 
79 Bedroom 2 0 Baseboard L Ctr Wood Beige 0.0 OM 
80 Bedroom 2 A Door L Ctr L Ctr Wood Beige 0.0 OM 
81 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.1 OM 
82 Bedroom 2 C Window L Ctr Sill Wood Beige 0.0 OM 
83 Bedroom 2 C Window L Ctr Apron Wood Beige 0.0 OM 
84 Bedroom 2 A Shelf L Ctr Wood Beige o 1 • II OM 
85 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0:1 OM 
86 Bedroom 3 Ceiling U Lft Gypsum Beige 0.0 OM 
87 Bedroom 3 C Wall L Lft Gypsum Beige -0:1 OM 
88 Bedroom 3 C Baseboard L Rgt Wood Beige 0:1 OM 

'Used to deSignate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Clr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1648C 

Page 3 of 3 

Read Room 
f+--- No. Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Stor. 1 
96 Stor. 1 
97 Stor. 1 
98 Stor. 1 
99 Stor. 1 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
1 IO Exterior A 
Ill Exterior C 

I--~ 1 12 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
II 7 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

Door L Ctr L Ctr I Wood Beige QM A 
A 
C 
C 
A 
B 

D 
B 
C 
C 
A 
A 
A 
A 
A 
D 
B 
A 
A 
A 
A 
C 
A 
C 
C 
B 
C 
C 
C 
C 
C 
C 

Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling u Lft 
Wall U Rgt 
Ext. Door L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall U Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cove L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Wall U Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Stor. Roof L Ctr 

Rgt casing I 
Sill I 
Apron I 

I 

Rgt casing I 
I 
I 
I 
I 
I 

Lft casing I 
P 

I 

P 

I 

P 

I 

P 

I 

122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood Beige 
Wood Beige 
Concrete Gray 
Concrete Gray 
Concrete Gray 
Wood White 
Wood White 
Concrete Gray 
Concrete Gray 
Metal Gray 
Wood White 
Wood White 
Concrete Gray 
Concrete Gray 
Wood White 
Concrete Gray 
Wood Gray 
Concrete Gray 
Wood White 
Wood White 
Wood Gray 
Wood Gray 
Wood Gray 
Concrete Gray 

0.1 
0.1 
0.2 
0.1 
0.1 
0.1 

-0.1 
0.0 
2.8 
0.3 
0.3 

-0.1 
-0.1 
-0.1 
1.6 
8.9 
0.0 
0.2 
0.0 
2.6 

-0.1 
0.2 

-0.1 
3.0 

-0.1 
0.0 
0.2 
2.3 
0.3 
3.3 
0.0 
0.0 
0.0 
1.0 
1.0 
1.0 
0.0, 
O.Cf 
0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C waifs are labelled in a clockwise fashion.) 

L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1648C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 A Door L Ctr L Ctr I Wood Beige 0.1 OM 
90 Bedroom 3 A Door L Ctr Rgt casing Wood Beige 0.1 OM 
91 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
92 Bedroom 3 C Window L Ctr Apron Wood Beige 0.1 OM 
93 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
94 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
95 Stor. 1 Ceiling U Lft Concrete Beige -0.1 OM 
96 Stor. 1 0 Wall U Rgt Concrete Beige 0.0 OM 
97 Stor. 1 B Ext. Door L Ctr Rgt casing Wood White 2.8 OM 
98 Star. 1 C Shelf L Ctr Wood Beige 0.3 OM 
99 Stor. 1 C Shelf Supt. L Ctr Wood Beige 0.3 OM 

100 Exterior A A Stoop Ceil. L Ctr Concrete Gray -0.1 OM 
101 Exterior A A Threshold L Ctr Concrete Gray -0.1 OM 
102 Exterior A A Wall U Ctr Concrete Gray -0.1 OM 
103 Exterior A A Ext. Door L Ctr Lft casing Wood White 1.6 OM 
104 Exterior A A Door Trim L Ctr P Wood White 8.9 OM 
105 Exterior A D Patio Fence L Ctr Concrete Gray 0.0 OM 
106 Exterior A B Fence Inlay L Ctr Concrete Gray 0.2 OM 
107 Exterior A A AlC Line Cove L Ctr Metal Gray 0.0 OM 
108 Exterior A A Fascia L Ctr P Wood White 2.6 OM 
109 Exterior A A Soffit L Ctr Wood White -0.1 OM 
110 Exterior A A U. Facing L Ctr Concrete Gray 0.2 OM 
111 Exterior C C Wall U Ctr Concrete Gray -0.1 OM 
112 Exterior C A Door Trim L Ctr P Wood White 3.0 OM 
113 Exterior C C Threshold L Ctr Concrete Gray -0.1 OM 
114 Exterior C C Overhang L Ctr Wood Gray 0.0 OM 
115 Exterior C B Patio Fence L Ctr Concrete Gray 0.2 OM 
116 Exterior C C Fascia L Ctr Wood White 2.3 OM 
117 Exterior C C Soffit L Ctr Wood White 0.3 OM 
118 Exterior C C Win. Frame L Ctr P Wood Gray 3.3 OM 
119 Exterior C C U. Trim L Ctr I Wood Gray 0.0 OM 
120 Exterior C C Siding L Ctr Wood Gray 0.0 OM 
121 Exterior C C Stor. Roof L Ctr Concrete Gray 0.0 OM 
122 CALIBRATION 1.0 Std 
123 CALIBRATION 1.0 Std 
124 CALIBRATION 1.0 Std 
125 CALIBRATION 0.0 Std 
126 CALIBRATION 0.0 Std 
127 CALIBRATION 0.1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std. = 30 Second Mode 

Balust = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

mgfcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
i’z’* No. Name Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Kitchen 
23 Kitchen 

.,, . 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Living 1 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Stair/Hall 2 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
B 
B 
B 
A 

A 
B 
B 

C 
B 
B 

A 
D 
D 
D 
A 
A 

B 
C 
A 
C 

C 
C 

A 
A 
D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 
Shelf 

L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Rgt 
L Rgt 
L Lft 

L Lft 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Rgt 
Rgt casing 

L Ctr 
Lft casing 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

L Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Offwhite 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 
Wood Beige 

0.9 
1.2 
1.0 
0.1 
0.0 
0.3 
0.4 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 

-0.1 
-0.1 
0.0 
0.0 

-0.1 
-0.1 
0.0 

-0.1 
0.1 

-0.1 
0.0 
0.0 
0.1 
0.0 

-0.1 
0.2 
0.0' 
0.2 
0.2. 
2.91 

-0.1 
0.1 
0.4! 

-0.1 
0.1 
0.0 
o.;i 

-0.1 
0.0 
O.Z! 
0.0 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,.>“a. -\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
No. Name WalJ* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.2 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.3 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.4 OM 
8 Hall 1 0 Wall L Rgt Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr L Lft Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling U Rgt Gypsum Beige -0.1 OM 
15 Bath 1 A Wall U Rgt Gypsum Beige -0.1 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige -0.1 OM 
19 Mech Closet C Wall U Lft Gypsum Beige -0.1 OM 
20 Mech Closet B Door L Ctr U Ctr Wood Beige 0.0 OM 
21 Mech Closet B Door L Ctr Lft casing Wood Beige -0.1 OM 
22 Kitchen Ceiling L Rgt Gypsum Beige 0.1 OM 
23 Kitchen A Wall U Rgt Gypsum Beige -0.1 OM 
24 Kitchen 0 Baseboard L Ctr Wood Beige 0.0 OM 
25 Kitchen 0 Door L Ctr U Rgt Wood Beige 0.0 OM 
26 Kitchen 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 
27 Kitchen A Cabinet L Ctr Wood Stain 0.0 OM 
28 Kitchen A Counter L Ctr Wood Offwhite -0.1 OM 
29 Living 1 Ceiling L Rgt Gypsum Beige 0.2 OM 
30 Living 1 B Wall L Lft Gypsum Beige 0.0 OM 
31 Living 1 C Baseboard L Ctr Wood Beige 0.2. OM 
32 Living 1 A Door L Ctr L Ctr Wood Beige 0.2 OM 
33 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.91 OM 
34 Stair/Hall 2 Ceiling U Rgt Gypsum Beige -0.1 OM 
35 Stair/Hall 2 C Wall L Rgt Gypsum Beige 0.1 OM 
36 Stair/Hall 2 C Baseboard L Rgt Wood Beige 0.:::: OM 
37 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0.1 OM 
38 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
39 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
40 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 OM 
41 Stair/Hall 2 A Access Panel L Rgt Metal Beige -0.1 OM 
42 Stair/Hall 2 A Door L Ctr L Ctr Wood Beige 0.0 OM 
43 Stair/Hall 2 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
44 Stair/Hall 2 0 Shelf L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Star. = Storage Ext. = Exterior 



Pagls 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
--*-, No. Name 

45 Stair/Hall 2 
46 Bath 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bedroom 1 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 2 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Closet 1 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,17*. 68 Closet 1 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Stor. 1 
79 Stor. 1 
80 Stor. 1 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
fi L Ctr QM LA 

C 
A 
A 

C 
D 
A 
A 
C 
C 

D 
A 
A 
A 

B 
D 
B 
B 
A 
D 

A 
A 
B 
B 
C 
6 
C 
C 

B 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Rgt 
U Rgt 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

U Ctr 
Lft casing 

U Rgt 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 
Beige 

0.3 
0.1 
0.2 
0.1 
0.2 
0.2 

-0.1 
0.2 
0.1 
0.3 
0.0 

-0.1 
-0.1 
0.2 

-0.1 
0.3 
0.2 
0.2 
0.0 
0.0 
0.4 
0.3 
0.0 
0.2 
0.3 
0.0 
0.1 
0.2 
0.4 
0.1 
0.0 
0.1 
0.2: 
0.2: 
0.1 
2.1 
0.0 
0.0 

-0.1 
2.1 
0.3 
0.0 

-0.1 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

A/C Line Cov. L Ctr Metal 0.3 QM 
‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

“.Y 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Shelf Supt. L Ctr I Wood Beige 0.3 OM 
46 Bath 2 Ceiling L Rgt I Gypsum Beige 0.1 OM 
47 Bath 2 C Wall U Rgt Gypsum Beige 0.2 OM 
48 Bath 2 A Door L Ctr U Ctr Wood Beige 0.1 OM 
49 Bath 2 A Door L Ctr Lft casing Wood Beige 0.2 OM 
50 Bedroom 1 Ceiling U Rgt Gypsum Beige 0.2 OM 
51 Bedroom 1 C Wall L Ctr Gypsum Beige -0.1 OM 
52 Bedroom 1 0 Baseboard L Rgt Wood Beige 0.2 OM 
53 Bedroom 1 A Door L Ctr U Rgt Wood Beige 0.1 OM 
54 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.3 OM 
55 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
56 Bedroom 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
57 Bedroom 2 Ceiling L Rgt Gypsum Beige -0.1 OM 
58 Bedroom 2 0 Wall U Rgt Gypsum Beige 0.2 QM 
59 Bedroom 2 A Baseboard L Ctr Wood Beige -0.1 QM 
60 Bedroom 2 A Door L Ctr U Ctr Wood Beige 0.3 QM 
61 Bedroom 2 A Door L Ctr Rgt casing Wood Beige 0.2 OM 
62 Closet 1 Ceiling U Rgt Gypsum Beige 0.2 OM 
63 Closet 1 B Wall U Rgt Gypsum Beige 0.0 QM 
64 Closet 1 0 Baseboard L Rgt Wood Beige 0.0 OM 
65 Closet 1 B Door L Ctr U Ctr Wood Beige 0.4 OM 
66 Closet 1 B Door L Ctr Rgt casing Wood Beige 0.3 OM 
67 Closet 1 A Shelf L Ctr Wood Beige 0.0 OM 
68 Closet 1 0 Shelf Supt. L Ctr Wood Beige 0.2 OM 
69 Closet 2 Ceiling L Lft Gypsum Beige 0.3 OM 
70 Closet 2 A Wall L Lft Gypsum Beige 0.0 QM 
71 Closet 2 A Baseboard L Ctr Wood Beige 0.1 QM 
72 Closet 2 B Door L Ctr U Ctr Wood Beige 0.2 OM 
73 Closet 2 B Door L Ctr Rgt casing Wood Beige 0.4 OM 
74 Closet 2 C Shelf L Ctr Wood Beige 0.1 QM 
75 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
76 Closet 2 C Attic Panel L Ctr Wood Beige 0.1 OM 
77 Closet 2 C Panel Frame L Ctr Wood Beige 0.2 OM 
78 Stor. 1 Ceiling L Lft Concrete Beige 0.2 OM 
79 Stor. 1 B Wall L Lft Concrete Beige 0.1 OM 
80 Stor. 1 A Ext. Door L Ctr Lft casing Wood Beige 2.1 QM 
81 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 QM 
82 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
83 Exterior A A Wall U Ctr Concrete Beige -0.1 QM 
84 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.1 OM 
85 Exterior A A Door Trim L Ctr P Wood White o.~) OM 
86 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
87 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
88 Exterior A A AlC Line Cov. L Ctr Metal Beige o.~\ OM 

'Used to deSignate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
-=‘. Noa Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

89 Exterior A A Fascia L Ctr P Wood White 3.9 QM 
90 Exterior A A 
9 1 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior B B 
95 Exterior B B 
96 Exterior B B 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 Exterior C C 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 
108 CALIBRATION 

Soffit 
U. Facing 
U. Trim 
Stor. Roof 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

*Used to designate from which wall (side of the room) a reading is taken. 
Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

Wood 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 

White 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 
White 
Beige 
Beige 
White 
White 

0.0 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
3.3 QM 
0.01 QM 
0.01 QM 
2.4 QM 

-0.1 QM 
0.2: QM 
5.6 QM 

-0.1 QM 
1 .o Std 
1.1 Std 
0.8 Std 
0.0 Std 
0.0 Std 
0.0 Std 

KEY .<e _ z 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std. = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1649A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) 

89 Exterior A A Fascia L Ctr P Wood White 3.9 
90 Exterior A A Soffit L Ctr Wood White 0.0 
91 Exterior A A U. Facing L Ctr Concrete Beige 0.2 
92 Exterior A A U. Trim L Ctr Wood White 0.0 
93 Exterior A A Stor. Roof L Ctr Concrete Beige -0.1 
94 Exterior B B Wall U Lft Concrete Beige 0.0 
95 Exterior B B Fascia L Ctr F Wood White 3.3 
96 Exterior B B Soffit L Ctr Wood White 0.0 
97 Exterior C C Wall U Rgt Concrete Beige 0.0 
98 Exterior C C Door Trim L Ctr F Wood White 2.4 
99 Exterior C C Threshold L Ctr Concrete Beige -0.1 

100 Exterior C C Patio Fence L Ctr Concrete Beige 0.2: 
101 Exterior C C Fascia L Ctr F Wood White 5.6 
102 Exterior C C Soffit L Ctr Wood White -0.1 
103 CALIBRATION 1.0 
104 CALIBRATION 1.1 
105 CALIBRATION OB 
106 CALIBRATION 0.0 
107 CALIBRATION 0.0 
108 CALIBRATION 0.0 

*Used to designate from which wall (side of the room) a reading is taken. 
Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std. = 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

Mode 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
OM 
Std 
Std 
Std 
Std 
Std 
Std 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16508 

Read Room Paint Lead 
‘--~ No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

,s 3\ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Living 1 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
B 
D 
A 
D 
A 

C 
D 
D 
D 

A 
A 
D 
D 

B 
B 
C 
C 
C 
D 

A 
D 
A 
C 

B 
C 

D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Shelf 

L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Rgt 
L Lft 

L Ctr 
L Ctr 
L Ctr 

L Ctr 
Lft casing 

L Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Rgt 
Rgt casing 

Stringer 
Riser 
Tread 
Railing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Vinyl Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Grey 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 
_r. .\\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1.0 Std 
1.1 Std 
0.0 Std 
0.1 Std 
0.0 Std 
0.1 QM 
0.1 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
0.0, QM 
0.01 QM 

-0.1 QM 
-0.1 QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
O.>! QM 
0.0 QM 
0.0 QM 
O.>! QM 
0.0 QM 
0.0 QM 

-0.li QM 
0.0 QM 
0.11 QM 
0.2 QM 
2.4 QM 
0.0 QM 
0.0 QM 
O.‘l QM 

-O.‘l QM 
0.4 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.:3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16508 

Read Room Paint Lead 
No. Name WaJl* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 QM 
8 Hall 1 B Wall L Ctr Gypsum Beige 0.1 QM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.3 QM 

10 Hall 1 0 Door L Ctr L Ctr Wood Beige -0.1 QM 
11 Hall 1 A Door L Ctr Lft casing Wood Beige -0.1 QM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 QM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 QM 
14 Bath 1 Ceiling L Rgt Gypsum Beige -0.1 QM 
15 Bath 1 C Wall U Rgt Gypsum Beige -0.1 QM 
16 Bath 1 0 Door L Ctr L Ctr Wood Beige 0.2 QM 
17 Bath 1 0 Door L Ctr Rgt casing Wood Beige 0.3 QM 
18 Bath 1 0 Baseboard L Lft Vinyl Beige 0.2. QM 
19 Mech Closet Ceiling U Rgt Gypsum ·Beige 0.2 QM 
20 Mech Closet A Wall L Rgt Gypsum Beige 0.0 QM 
21 Mech Closet A Baseboard L Rgt Wood Beige 0.0 QM 
22 Mech Closet 0 Door L Ctr U Ctr Wood Beige 0.0 QM 
23 Mech Closet D Door L Ctr Lft casing Wood Beige -0.1 QM 
24 Kitchen Ceiling L Lft Gypsum Beige 0.1 OM 
25 Kitchen B Wall U Lft Gypsum Beige 0.2 OM 
26 Kitchen B Baseboard L Ctr Wood Beige 0.0 OM 
27 Kitchen C Door L Ctr U Ctr Wood Beige 0.0 OM 
28 Kitchen C Door L Ctr Lft casing Wood Beige 0.2 OM 
29 Kitchen C Cabinet L Ctr Wood Beige 0.0 OM 
30 Kitchen D Counter L Ctr Wood Grey 0.0 OM 
31 Living 1 Ceiling L Lft Gypsum Beige -0.1i OM 
32 Living 1 A Wall L Ctr Gypsum Beige 0.0 QM 
33 Living 1 0 Baseboard L Rgt Wood Beige 0.11 QM 
34 Living 1 A Door L Ctr U Rgt Wood Beige 0.2 OM 
35 Living 1 C Ext. Door L Ctr Rgt casing Wood Beige 2.4 OM 
36 Stair/Hall 2 Ceiling U Lft Gypsum Beige 0.0 QM 
37 Stair/Hall 2 B Wall L Lft Gypsum Beige 0.0 OM 
38 Stair/Hall 2 C Baseboard L Rgt Wood Beige 0:1 QM 
39 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0:1 QM 
40 Stair/Hall 2 Stairs Riser Wood Stain 0:1 QM 
41 Stair/Hall 2 Stairs Tread Wood Stain 0.0 QM 
42 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 QM 
43 Stair/Hall 2 D Access Panel L Ctr Metal Beige 0.0 QM 
44 Stair/Hall 2 0 Shelf L Ctr Wood Beige O.:~ QM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
.--""-"""''-

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1650B 

Page 2 of 3 

Read Room 
,---.,_ No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bath 2 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 1 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Bedroom 2 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

_. “I/“, 68 Closet 1 
69 Closet 1 
70 Closet 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Closet 2 
80 Stor. 1 
81 Stor. 1 
82 Stor. 1 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Shelf Supt. L Ctr I Wood Beige 0.2 QM C 
D 
D 

D 
C 
C 

A 
D 
C 
C 
C 
C 

B 
B 
A 
A 

D 
C 
D 
D 
A 
C 

A 
D 
D 
D 
C 
B 

D 
A 
A 
A 
A 
A 
A 
A 

Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 

L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 

U Rgt 
Lft casing 

U Ctr 
Lft casing 

U Rgt 
Rgt casing 

U Ctr 
Lft casing 

L Lft 
Rgt casing 

u Lft 
Lft casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Grey 
Grey 
Grey 
White 
White 
Grey 

0.1 
0.1 
0.1 
0.2 
0.2 
0.1 
0.1 
0.0 
0.1 

-0.1 
0.2 
0.0 
0.0 
0.3 

-0.1 
0.1 
0.3 
0.1 
0.2 
0.0 
O.Of 
0.3’ 
0.1 
0.1 
0.2: 
0.2: 
0.1 
0.1 
0.3 
0.0 
O.Cl 

-0.1 
0.1 
0.3 

-0.1 
0.0 
2.1 

-0.11 

0.0 

-0:i 

3.5 

1.3 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY 
a....” 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cmZ = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of3 
KEY WEST, FL 
Unit 1650B 

Read Room Paint Lead 
No. Name WaJl* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Shelf Supt. L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 D Door L Ctr U Rgt I Wood Beige 0.1 OM 
47 Stair/Hall 2 D Door L Ctr Lft casing Wood Beige 0.1 OM 
48 Bath 2 Ceiling L Lft Gypsum Beige 0.1 OM 
49 Bath 2 D Wall L Rgt Gypsum Beige 0.2 OM 
50 Bath 2 C Door L Ctr U Ctr Wood Beige 0.2 OM 
51 Bath 2 C Door L Ctr Lft casing Wood Beige 0.1 OM 
52 Bedroom 1 Ceiling U Lft Gypsum Beige 0.1 OM 
53 Bedroom 1 A Wall L Rgt Gypsum Beige 0.0 OM 
54 Bedroom 1 D Baseboard L Rgt Wood Beige 0.1 OM 
55 Bedroom 1 C Door L Ctr U Rgt Wood Beige -0.1 OM 
56 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.2 OM 
57 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
58 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
59 Bedroom 2 Ceiling U Lft Gypsum Beige 0.3 OM 
60 Bedroom 2 B Wall U Lft Gypsum Beige -0.1 OM 
61 Bedroom 2 B Baseboard L Ctr Wood Beige 0.1 OM 
62 Bedroom 2 A Door L Ctr U Ctr Wood Beige 0.3 OM 
63 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.1 OM 
64 Closet 1 Ceiling U Lft Gypsum Beige 0.2 OM 
65 Closet 1 D Wall L Ctr Gypsum Beige 0.0 OM 
66 Closet 1 C Baseboard L Rgt Wood Beige 0.0 OM 
67 Closet 1 D Door L Ctr L Lft Wood Beige 0.3- OM 
68 Closet 1 D Door L Ctr Rgt casing Wood Beige 0.1 OM 
69 Closet 1 A Shelf L Ctr Wood Beige 0.1 OM 
70 Closet 1 C Shelf Supt. L Ctr Wood Beige 0.2: OM 
71 Closet 2 Ceiling U Rgt Gypsum Beige 0.2 OM 
72 Closet 2 A Wall L Rgt Gypsum Beige 0.1 OM 
73 Closet 2 D Baseboard L Rgt Wood Beige 0.1 OM 
74 Closet 2 D Door L Ctr U Lft Wood Beige 0.:;; OM 
75 Closet 2 D Door L Ctr Lft casing Wood Beige 0.0 OM 
76 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
77 Closet 2 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
78 Closet 2 Attic Panel L Ctr Wood Beige 0.1 OM 
79 Closet 2 Panel Frame L Ctr Wood Beige O.~) OM 
80 Stor. 1 Ceiling L Lft Concrete Beige -0.1 OM 
81 Star. 1 D Wall U Rgt Concrete Beige 0.0 OM 
82 Stor. 1 A Ext. Door L Ctr Lft casing Wood Beige 2.1 OM 
83 Exterior A A Stoop Ceil. L Ctr Concrete Grey -0.1i OM 
84 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
85 Exterior A A Wall U Ctr Concrete Grey -0:1 OM 
86 Exterior A A Ext. Door L Ctr Lft casing Wood White 35 OM 
87 Exterior A A Door Trim L Ctr Wood White 1.3 OM 
88 Exterior A A Patio Fence L Ctr Concrete Grey 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 := milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16508 

Read Room 
----? No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm”) Mode 
A Fence Inlay L Ctr I Concrete White 0.0 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 CALIBRATION 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 

Fascia 
Soffit 
U. Facing 
Stor. Roof 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood White 
Wood Grey 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 

0.3 
0.21 

-0.1 
0.3 
0.0 
0.0 
0.0 

-0.1 
0.0 

-0.21 
1.1 
1 .o 
1.2 
0.0 
0.0 
0.l 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY , -,.+ 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1650B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fence Inlay L Ctr I Concrete White 0.0 OM 
90 Exterior A A Fascia L Ctr Wood White o.~~ OM 
91 Exterior A A Soffit L Ctr Wood Grey 02 OM 
92 Exterior A A U. Facing L Ctr Concrete Grey -0.1 OM 
93 Exterior A A Star. Roof L Ctr Concrete Grey O.~I OM 
94 Exterior C C Wall L Ctr Concrete Grey 0.0 OM 
95 Exterior C C Door Trim L Ctr Wood White 0.0 OM 
96 Exterior C C Threshold L Ctr Concrete Grey 0.0 OM 
97 Exterior C C Patio Fence L Ctr Concrete Grey -0.1 OM 
98 Exterior C C Fascia L Ctr Wood White 0.0 OM 
99 Exterior C C Soffit L Ctr Wood White -0.2 OM 

100 CALIBRATION 1.1 Std 
101 CALIBRATION 1.0 Std 
102 CALIBRATION 1.2 Std 
103 CALIBRATION 0.0 Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0:1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Cond. = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1651C 

Read Room Paint Lead 
““m” No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.9 Std 

, ,~a. 

2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 
24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Living 1 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
D 
B 
B 
B 

C 
B 
B 
B 

B 
D 
B 
B 

D 
C 
C 
C 
B 
A 

A 
D 
A 
C 

D 
A 

A 
C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 

L Lft 
U Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Rgt 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Lft 
L Rgt 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Rgt 
L Rgt 

L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

L Lft 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Vinyl Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
---._ 

L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1.1 Std 
1 .Cl Std 
0.3 Std 
0.0 Std 
0.0 Std 
0.0 QM 
O.i! QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0. Ii QM 

-o.:i QM 
0.3 QM 
0. ‘I QM 
O.‘l QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.0 QM 

-O.‘l QM 
O.‘l QM 
O.‘l QM 
0.0 QM 
0.0 QM 

-O.‘l QM 
0:l QM 
0.0 QM 

-0.l QM 
2.:3 QM 

-0.7 QM 
0.0 QM 
O.‘l QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0..3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1651C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALI BRA TION 0.3 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige 02 OM 
9 Hall 1 B Baseboard L Lft Wood Beige O.~~ OM 

10 Hall 1 0 Door L Ctr L Lft Wood Beige O.~; OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 C Wall U Rgt Gypsum Beige 0.3 OM 
16 Bath 1 B Door L Ctr L Lft Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.11 OM 
18 Bath 1 B Baseboard L Rgt Vinyl Beige -O.~I OM 
19 Mech Closet Ceiling L Lft Gypsum Beige O.~l OM 
20 Mech Closet B Wall L Lft Gypsum Beige 0:1 OM 
21 Mech Closet 0 Baseboard L Ctr Wood Beige 0:1 OM 
22 Mech Closet B Door L Ctr U Ctr Wood Beige 0.0 OM 
23 Mech Closet B Door L Ctr Rgt casing Wood Beige 0.0 OM 
24 Kitchen Ceiling U Rgt Gypsum Beige 0.2 OM 
25 Kitchen D Wall U Rgt Gypsum Beige 0.0 OM 
26 Kitchen C Baseboard L Rgt Wood Beige -0:1 OM 
27 Kitchen C Door L Ctr U Ctr Wood Beige 0:1 OM 
28 Kitchen C Door L Ctr Lft casing Wood Beige 0:1 OM 
29 Kitchen B Cabinet L Ctr Wood Beige 0.0 OM 
30 Kitchen A Counter L Ctr Wood Beige 0.0 OM 
31 Living 1 Ceiling U Lft Gypsum Beige -0:1 OM 
32 Living 1 A Wall L Lft Gypsum Beige 0:1 OM 
33 Living 1 0 Baseboard L Rgt Wood Beige 0.0 OM 
34 Living 1 A Door L Ctr U Ctr Wood Beige -0:1 OM 
35 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.:3 OM 
36 Stair/Hall 2 Ceiling U Lft Gypsum Beige -0 .. 1 OM 
37 Stair/Hall 2 0 Wall U Rgt Gypsum Beige 0.0 OM 
38 Stair/Hall 2 A Baseboard L Rgt Wood Beige 0.1 OM 
39 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.1 OM 
40 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
41 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
42 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.1 OM 
43 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.0 OM 
44 Stair/Hall 2 C Door L Ctr U Ctr Wood Beige 0.3 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1651C 

Page 2 of 3 

Read Room 
*---. No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bath 2 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 1 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Bedroom 2 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

*--, 68 Closet 1 
69 Closet 1 
70 Closet 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Closet 2 
80 Exterior A 
8 1 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
66 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Door B 
B 
B 

C 
C 
C 

D 
C 
D 
D 
C 
C 
C 
C 
A 
D 
D 

D 
B 
B 
B 
A 
B 

D 
A 
B 
B 
C 
B 

A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
A/C Line Cov. 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L ctr 
L Ctr 
L Ctr 
U Ctr 
u Lft 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Cfr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Lft casing I 
I 
I 
I 
I 

U Ctr I 
Lftcasing I 

U Ctr I 
Rgt casing I 

I 
I 
I 
I 
I 

U Ctr I 
Rgt casing I 

U Ctr I 
Lftcasing I 

I 
I 
I 
I 
I 

U Ctr I 
Lft casing I 

I 
I 
I 
I 
I 
I 
I 

Lft casing I 

I 

Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Metal 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
White 
White 

0.3 QM 
-0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 

-0.3 QM 
0.0 QM 

-0.1, QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.4 QM 

-O.‘l QM 
-0.l QM 
0.0 QM 
O.‘l QM 

-0.7 QM 
O.‘l QM 
0.0 QM 
O.‘l QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.1 QM 

-0-l QM 
-0:l QM 
0:l QM 
0:l QM 
0.0 QM 
0.:3 QM 

-0.1 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
2.0 QM 
2.3 QM 
0.10 QM 
O.,O QM 
4.8 QM 
0.0 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

l^. ( . L /  

L = Lower I = Intact Balust = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of3 
KEY WEST, FL 
UNIT 1651C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mgfcm2) Mode 

45 Stair/Hall 2 B Door L Ctr Lft casing I Wood Beige 0.3 OM 
46 Stair/Hall 2 B Shelf L Ctr Wood Beige -0.1 OM 
47 Stair/Hall 2 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
48 Bath 2 Ceiling U Lft Gypsum Beige 0.0 OM 
49 Bath 2 C Wall U Lft Gypsum Beige 0.1 OM 
50 Bath 2 C Door L Ctr U Ctr Wood Beige 0.3 OM 
51 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
52 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
53 Bedroom 1 D Wall L Rgt Gypsum Beige -O.~I OM 
54 Bedroom 1 C Baseboard L Ctr Wood Beige 0.0 OM 
55 Bedroom 1 D Door L Ctr U Ctr Wood Beige -0.1, OM 
56 Bedroom 1 D Door L Ctr Rgt casing Wood Beige O.~l OM 
57 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
58 Bedroom 1 C Shelf Supt. U Ctr Wood Beige 0.0 OM 
59 Bedroom 2 C Ceiling U Lft Gypsum Beige 0:1 OM 
60 Bedroom 2 C Wall U Ctr Gypsum Beige -0:1 OM 
61 Bedroom 2 A Baseboard L Rgt Wood Beige -0:1 OM 
62 Bedroom 2 D Door L Ctr U Ctr Wood Beige 0.0 OM 
63 Bedroom 2 0 Door L Ctr Rgt casing Wood Beige 0:1 OM 
64 Closet 1 Ceiling U Lft Gypsum Beige -0:1 OM 
65 Closet 1 D Wall U Rgt Gypsum Beige 0:1 OM 
66 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
67 Closet 1 B Door L Ctr U Ctr Wood Beige 0:1 OM 
68 Closet 1 B Door L Ctr Lft casing Wood Beige 0.:3 OM 
69 Closet 1 A Shelf L Ctr Wood Beige 0.2 OM 
70 Closet 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
71 Closet 2 Ceiling L Lft Gypsum Beige 0 .. 1 OM 
72 Closet 2 D Wall U Rgt Gypsum Beige -0 .. 1 OM 
73 Closet 2 A Baseboard L Ctr Wood Beige -0 .. 1 OM 
74 Closet 2 B Door L Ctr U Ctr Wood Beige 0 .. 1 OM 
75 Closet 2 B Door L Ctr Lft casing Wood Beige 0 .. 1 OM 
76 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
77 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.:3 OM 
78 Closet 2 Attic Panel L Ctr Wood Beige -0.1 OM 
79 Closet 2 Panel Frame L Ctr Wood Beige 0.1 OM 
80 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
81 Exterior A A Threshold L Ctr Concrete Beige -0.1 OM 
82 Exterior A A Wall U Ctr Concrete Beige 0.0 OM 
83 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.0 OM 
84 Exterior A A Door Trim L Ctr Wood White 2.3 OM 
85 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
86 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.0 OM 
87 Exterior A A Fascia L Ctr Wood White 4.8 OM 
88 Exterior A A Soffit L Ctr Wood White 0.0 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A '" address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L '" Lower I = Intact Balust '" Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo '" Condition 

Lft. = Left P'" Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1651C 

Read Room 
>-.- No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm2) Mode 
A U. Facing L Ctr I Concrete Beige 0.0 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior C C 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Stor. 1 
99 Stor. 1 B 

100 Stor. 1 B 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

U. Trim L Ctr 
Stor. Roof L Ctr 
Wall L Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Sofm L Ctr 
Ceiling L Ctr 
Wall L Ctr 
Ext. Door L Ctr Lft Casing 

I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 
I Concrete 
I Concrete 
F Wood 

White 
Beige 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 
Beige 
White 

0.1 
-0.1 
0.0 
1 .9 
0.0 

-0.1 
3.6 
0.0 
0.3 
0.4 
1 .fi 
1 .o 
0.9 
1 .o 
O.‘l 
O.‘l 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
, ,-my 

L = Lower I = Intact Balust = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1651C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A U.Facing L Ctr I Concrete Beige 0.0 OM 
90 Exterior A A U. Trim L Ctr Wood White 0.1 OM 
91 Exterior A A Stor. Roof L Ctr Concrete Beige -0.1 OM 
92 Exterior C C Wall L Ctr Concrete Beige 0.0 OM 
93 Exterior C C Door Trim L Ctr Wood White 1.9 OM 
94 Exterior C C Threshold L Ctr Concrete Beige 0.0 OM 
95 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
96 Exterior C C Fascia L Ctr Wood White 3.6 OM 
97 Exterior C C Soffit L Ctr Wood White 0.0 OM 
98 Stor. 1 Ceiling L Ctr Concrete Beige 0.3 OM 
99 Stor. 1 B Wall L Ctr Concrete Beige 004 OM 

100 Stor. 1 B Ext. Door L Ctr Lft Casing F Wood White 1.~j OM 
101 CALIBRATION 1.0 Std 
102 CALIBRATION O.~l Std 
103 CALIBRATION 1.0 Std 
104 CALIBRATION 0:1 Std 
105 CALIBRATION 0:1 Std 
106 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1651D 

Read Room Paint Lead 
‘“--- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALlBRATlON 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

,,’ ‘\ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
B 
B 
D 
C 

C 
D 
D 

A 
C 
D 
D 

C 
B 
B 
B 
C 
A 

A 
A 
A 
A 

B 
D 

A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

u Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Lft 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Lft 
Lft casing 

u Lff 
Lft casing 

L Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Rgt casing 

Stringer 
Riser 
Tread 
Railing 

L Lft 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,” ‘-ix L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1 .o Std 
0.9 Std 
0.1 Std 
0.0 Std 
0.0 Std 
0.1 QM 
0.3 QM 
0.2 QM 

-0.1 QM 
0.3’ QM 
0.C) QM 
0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.11 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.A QM 
0.0 QM 
0.0 QM 
O.‘l QM 
0.4 QM 
0.0 QM 

-O.‘l QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.l QM 
0:l QM 
0.0 QM 
0.:3 QM 
0.l QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16510 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Ha//1 Ceiling U Lft Gypsum Beige 0.1 QM 
8 Ha//1 0 Wall L Rgt Gypsum Beige 0.3 QM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.2 QM 

10 Hail 1 B Door L Ctr L Lft Wood Beige -0.1 QM 
11 Hail 1 B Door L Ctr Lft casing Wood Beige 0.3, QM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.1 QM 
14 Bath 1 Ceiling U Lft Gypsum Beige 0.0 QM 
15 Bath 1 C Wall U Ctr Gypsum Beige -0.1 QM 
16 Bath 1 D Door L Ctr U Lft Wood Beige -0.1 QM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.1 QM 
18 Mech Closet Ceiling U Rgt Gypsum Beige -0.1 QM 
19 Mech Closet A Wall L Ctr Gypsum Beige 0.0 QM 
20 Mech Closet C Baseboard L Lft Wood Beige 0.1 QM 
21 Mech Closet 0 Door L Ctr L Lft Wood Beige 0.0 QM 
22 Mech Closet 0 Door L Ctr Lft casing Wood Beige 0.0 QM 
23 Kitchen Ceiling L Rgt Gypsum Beige 0.0 QM 
24 Kitchen C Wall L Rgt Gypsum Beige -0.1 QM 
25 Kitchen B Baseboard L Rgt Wood Beige 0.0 QM 
26 Kitchen B Door L Ctr U Lft Wood Beige -0.1; QM 
27 Kitchen B Door L Ctr Lft casing Wood Beige 0.0 QM 
28 Kitchen C Cabinet L Ctr Wood Stain 0.0 QM 
29 Kitchen A Counter L Ctr Wood Stain 0.0 QM 
30 Living 1 Ceiling U Rgt Gypsum Beige -0:1 QM 
31 Living 1 A Wall L Lft Gypsum Beige 0.0 QM 
32 Living 1 A Baseboard L Ctr Wood Beige 0.0 QM 
33 Living 1 A Door L Ctr U Lft Wood Beige 0:1 QM 
34 Living 1 A Door L Ctr Rgt casing Wood Beige 0.4 QM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 QM 
36 Stair/Hall 2 B Wall L Ctr Gypsum Beige -0:1 QM 
37 Stair/Hall 2 0 Baseboard L Ctr Wood Beige 0.0 QM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 QM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.0 QM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0:1 QM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0:1 QM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.0 QM 
43 Stair/Hall 2 A Door L Ctr L Lft Wood Beige 0.:3 QM 
44 Stair/Hall 2 A Door L Ctr Rgt casing Wood Beige 0:1 QM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1651 D 

Pag,e 2 of 3 

Read Room 
c”--- No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

,,--I 68 Closet 1 
69 Closet 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. 1 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

Shelf L Ctr I Wood Beige 0.03 b 
C 

B 
C 
C 

B 
C 
B 
B 
C 
B 

C 
C 
B 
B 

D 
D 
B 
B 
A 
B 

D 
D 
B 
B 
C 
C 
C 
C 

A 
D 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
NC Line Cov 

L Ctr 
L Rgt 
u Lft 
L Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

u Lft 
Lft casing 

L Lft 
Rgt casing 

U Ctr 
Lft casing 

L Lft 
Lft casing 

L Rgt 
Rgt casing 

Rgt casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Metal 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 

0.1 
0.0 
0.1 
0.1 
0.0 
0.1 
0.1 
0.2 
0.0 
0.1 
0.1 
0.1 
O.Cl 
0.0 
0.1 
0.2 
0.0 
0.2 
0.0 
0.0 
0.1 
0.1 
0.0 

-0.1 
0.0 
0.0 

-o.:i 
O.‘l 
0.2 
0.2 

-O.‘l 
0.0 

-0.2 
0.0 
0.0 
2.9 

-0.l 
0.0 

-0.l 
2.7 
0.1 
0.:3 
0.4 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY 
“‘--‘? 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16510 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Shelf L Ctr I Wood Beige 0.0 OM 
46 Stair/Hall 2 C Shelf Supt. L Ctr I Wood Beige 0.1 OM 
47 Bath 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
48 Bath 2 B Wall U Lft Gypsum Beige 0.1 OM 
49 Bath 2 C Door L Ctr U Lft Wood Beige 0.1 OM 
50 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige 0.1 OM 
52 Bedroom 1 B Wall L Lft Gypsum Beige 0.1 OM 
53 Bedroom 1 C Baseboard L Ctr Wood Beige 0.2 OM 
54 Bedroom 1 B Door L Ctr L Lft Wood Beige 0.0 OM 
55 Bedroom 1 B Door L Ctr Rgt casing Wood Beige 0.1 OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.1 OM 
57 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
58 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
59 Bedroom 2 C Wall L Ctr Gypsum Beige 0.0 OM 
60 Bedroom 2 C Baseboard L Ctr Wood Beige 0.1 OM 
61 Bedroom 2 B Door L Ctr U Ctr Wood Beige 0.2 OM 
62 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
63 Closet 1 Ceiling L Lft Gypsum Beige 02 OM 
64 Closet 1 0 Wall L Rgt Gypsum Beige 0.0 OM 
65 Closet 1 0 Baseboard L Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr L Lft Wood Beige 0.1 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
68 Closet 1 A Shelf L Ctr Wood Beige 0.0 OM 
69 Closet 1 B Shelf Supt. L Ctr Wood Beige -0.1. OM 
70 Closet 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
71 Closet 2 0 Wall L Ctr Gypsum Beige 0.0 OM 
72 Closet 2 0 Baseboard L Ctr Wood Beige -0.,1 OM 
73 Closet 2 B Door L Ctr L Rgt Wood Beige 0:1 OM 
74 Closet 2 B Door L Ctr Rgt casing Wood Beige O.~~ OM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.2 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige -0:1 OM 
77 Closet 2 C Attic Panel L Ctr Wood Beige 0.0 OM 
78 Closet 2 C Panel Frame L Ctr Wood Beige -0.2 OM 
79 Stor. 1 Ceiling L Rgt Concrete Beige 0.0 OM 
80 Stor. 1 A Wall U Rgt Concrete Beige 0.0 OM 
81 Stor. 1 0 Ext. Door L etr Rgt casing Wood White 2.H OM 
82 Exterior A A Stoop Ceil. L etr Concrete Beige -0 .. 1 OM 
83 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
84 Exterior A A Wall U Ctr Concrete Beige -0 .. 1 OM 
85 Exterior A A Ext. Door L etr Lft casing F Wood White 2.7 OM 
86 Exterior A A Door Trim L etr Wood White 0 .. 1 OM 
87 Exterior A A Patio Fence L etr Concrete Beige 0.:3 OM 
88 Exterior A A Ale Line Cov. L etr Metal Beige OA OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

CtL = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT iNSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1651D 

Read Room Paint Lead 
,--*1\ No. Name 

89 Exterior A 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
A Fascia L Ctr P Wood White 0.5 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior A A 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 CALIBRATION 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 

Soffit 
U. Facing 
U. Trim 
Stor. Roof 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 

White 
Beige 
White 
Beige 
Beige 
White 
Beige 
Beige 
White 
White 

0.1 
-0.1 

-0.1 

0.1 
0.0 
1 A 

-0. II 
0.0 
3.9 
0.0 
0.7 
0.9 
0.9 
0.2 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY ./--, 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pafje 3 of 3 
KEY WEST, FL 
UNIT 16510 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fascia L Ctr P Wood White O.~i OM 
90 Exterior A A Soffit L Ctr Wood White 0.1 OM 
91 Exterior A A U. Facing L Ctr Concrete Beige -0.1 OM 
92 Exterior A A U. Trim L Ctr Wood White -0.1 OM 
93 Exterior A A Stor. Roof L Ctr Concrete Beige 0.1; OM 
94 Exterior C C Wall U Lft Concrete Beige 0.0 OM 
95 Exterior C C Door Trim L Ctr Wood White 1.4 OM 
96 Exterior C C Threshold L Ctr Concrete Beige -0.11 OM 
97 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
98 Exterior C C Fascia L Ctr Wood White 3.B OM 
99 Exterior C C Soffit L Ctr Wood White 0.0 OM 

100 CALIBRATION 0-' .1 Std 
101 CALIBRATION O.B Std 
102 CALIBRATION O.H Std 
103 CALIBRATION 0.2 Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Clr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1654C 

Read Room Paint Lead 
-=-\ Noa Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Kitchen 
23 Kitchen 

‘“_ \ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Living 1 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Stair/Hall 2 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
D 
D 
B 
B 

C 
B 
B 

C 
B 
B 

A 
D 
C 
C 
B 
B 

C 
C 
A 
A 

A 
0 

A 
A 
A 
B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 
Shelf 

L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Lft 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

L Lft 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

I,.- --j L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster No. = Number 

Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.8 Std 
1.1 Std 
0.0 Std 
0.1 Std 
0.1 Std 
0.0 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.5 QM 
0.2 QM 
0.2 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.3 QM 
0.4 QM 
0.4 QM 
0.2 QM 
0.0) QM 
O.Gl QM 
0.1 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.1. QM 
O.>! QM 
O.'l QM 
0.3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1654C 

Read Room Paint Lead 
No. Name WaJl* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.0 OM 
8 Hall 1 B Wall L Ctr Gypsum Beige 0.2 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.3 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.5 OM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.2 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.2 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Mech Closet Ceiling L Rgt Gypsum Beige 0.0 OM 
19 Mech Closet C Wall U Ctr Gypsum Beige -0.1 OM 
20 Mech Closet B Door L Ctr L Lft Wood Beige 0.2 OM 
21 Mech Closet B Door L Ctr Lft casing Wood Beige 0.3 OM 
22 Kitchen Ceiling L Lft Gypsum Beige 0.3 OM 
23 Kitchen A Wall U Ctr Gypsum Beige 0.3 OM 
24 Kitchen 0 Baseboard L Ctr Wood Beige 004 OM 
25 Kitchen C Door L Ctr U etr Wood Beige 004 OM 
26 Kitchen C Door L Ctr Lft casing Wood Beige 0.2 OM 
27 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
28 Kitchen B Counter L Ctr Wood White 0.0 OM 
29 Living 1 Ceiling L Rgt Gypsum Beige 0.1 OM 
30 Living 1 C Wall L Ctr Gypsum Beige 0.1 OM 
31 Living 1 C Baseboard L Ctr Wood Beige 0.3 OM 
32 Living 1 A Door L Ctr U Ctr Wood Beige 0.1 OM 
33 Living 1 A Door L Ctr Lft casing Wood Beige 0.0 OM 
34 Stair/Hall 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
35 Stair/Hall 2 A Wall U Ctr Gypsum Beige 0.2. OM 
36 Stair/Hall 2 0 Baseboard L Ctr Wood Beige 0.0 OM 
37 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0.1 OM 
38 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
39 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
40 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 OM 
41 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.1. OM 
42 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.2 OM 
43 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige O.~I OM 
44 Stair/Hall 2 B Shelf L Ctr Wood Beige O.~l OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Gtr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16!54C 

Page 2 of 3 

Room 
Name 

45 Stair/Hall 2 
46 Bath 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bedroom 1 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 2 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Closet 1 
63 Closet ‘l 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

/+ .*‘, 68 Closet 1 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Stor. 1 
79 Stor. 1 
80 Stor. 1 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

L Ctr Wood 0.3 QM B 

C 
C 
C 

D 
A 
C 
D 
C 
C 

C 
A 
D 
D 

D 
C 
B 
B 
A 
A 

C 
C 
B 
C 
C 
C 

A 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
F 
P 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 

0.3 QM 
0.1 QM 
0.4 QM 

-0.1 QM 
0.4 QM 
0.0 QM 
0.3 QM 
0.3 QM 
0.4 QM 
0.0 QM 
0.4 QM 
0.3 QM 
0.4 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.4 QM 
0.1 QM 
0.4 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.4 QM 
0.3 QM 
0.2 QM 
0.4 QM 
0.3~ QM 
0.5’ QM 
0.1 QM 
0.0 QM 
3.3 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
3.0 QM 
2.8 QM 
0.1 QM 
0.0 QM 

A/C Line Cov. L Ctr 0.2 QM 
*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
I-‘-=- L = Lower 

U = Upper 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 1654C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf Supt. L Ctr I Wood Beige 0.3 OM 
46 Bath 2 Ceiling L Lft Gypsum Beige 0.3 OM 
47 Bath 2 C Wall U Ctr Gypsum Beige 0.1 OM 
48 Bath 2 C Door L Ctr U Ctr Wood Beige 0.4 OM 
49 Bath 2 C Door L Ctr Lft casing Wood Beige -0.1 OM 
50 Bedroom 1 Ceiling L Lft Gypsum Beige 0.4 OM 
51 Bedroom 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
52 Bedroom 1 A Baseboard L Rgt Wood Beige 0.3 OM 
53 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.3 OM 
54 Bedroom 1 0 Door L Ctr Lft casing Wood Beige 0.4 OM 
55 Bedroom 1 C Shelf L Ctr Wood Beige 0.0 OM 
56 Bedroom 1 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
57 Bedroom 2 Ceiling L Lft Gypsum Beige 0.3 OM 
58 Bedroom 2 C Wall U Ctr Gypsum Beige 0.4 OM 
59 Bedroom 2 A Baseboard L Ctr Wood Beige 0.1 OM 
60 Bedroom 2 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
61 Bedroom 2 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
62 Closet 1 Ceiling L Lft Gypsum Beige 0.4 OM 
63 Closet 1 0 Wall U Ctr Gypsum Beige 0.1 OM 
64 Closet 1 C Baseboard L Ctr Wood Beige 0.4 OM 
65 Closet 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
67 Closet 1 A Shelf L Ctr Wood Beige 0.2 OM 
68 Closet 1 A Shelf Supt. L Ctr Wood Beige 0.2 OM 
69 Closet 2 Ceiling L Lft Gypsum Beige 0.0 OM 
70 Closet 2 C Wall U Ctr Gypsum Beige 0.0 OM 
71 Closet 2 C Baseboard L Ctr Wood Beige 0.0 OM 
72 Closet 2 B Door L Ctr U Ctr Wood Beige 0.4 OM 
73 Closet 2 C Door L Ctr Rgt casing Wood Beige 0.3 OM 
74 Closet 2 C Shelf L Ctr Wood Beige 0.2 OM 
75 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
76 Closet 2 Attic Panel L Ctr Wood Beige 0.3 OM 
77 Closet 2 Panel Frame L Ctr Wood Beige 0.5, OM 
78 Stor. 1 Ceiling L Rgt Concrete White 0.1 OM 
79 Stor. 1 A Wall L Ctr Concrete White 0.0 OM 

80 Stor. 1 A Ext. Door L Ctr Lft casing P Wood White 3.3; OM 
81 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.1 OM 
82 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
83 Exterior A A Wall L Ctr I Concrete Beige -0.1 OM 
84 Exterior A A Ext. Door L Ctr Lft casing F Wood White 3.0 OM 
85 Exterior A A Door Trim L Ctr P Wood White 2.a OM 
86 Exterior A A Patio Fence L Ctr Concrete Beige 0.1 OM 

87 Exterior A A Fence Inlay L Ctr Concrete Beige 0.0 OM 

88 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.2 OM 
·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1654C 

Read Room Paint Lead 
---t No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

89 Exterior A A Fascia U Ctr P Wood White 1.7 QM 
90 Exterior A A 
91 Exterior A A 
92 Exterior C C 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior A A 
99 CALIBRATION 

100 CALIBRATION 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 

Soffit 
U. Facing 
Fascia 
Soffit 
Wall 
Threshold 
Door Trim 
Patio Fence 
Stor. Roof 

U Ctr 
U Ctr 
U Ctr 
U Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Concrete 
P Wood 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

White 
Beige 
White 
White 
Beige 
White 
White 
Beige 
Beige 

0.0 QM 
0.0 QM 
2.0 QM 
0.1 QM 
0.2 QM 
0.2 QM 
2.9 QM 
0.3 QM 

-0.1 QM 
0.8 Std 
1.0 Std 
0.9 Std 
0.0 Std 
0.0 Std 
0.0 Std 

KEY 
-a-T L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1654C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fascia U Ctr P Wood White 1.7 OM 
90 Exterior A A Soffit U Ctr Wood White 0.0 OM 
91 Exterior A A U. Facing U Ctr Concrete Beige 0.0 OM 
92 Exterior C C Fascia U Ctr P Wood White 2.0 OM 
93 Exterior C C Soffit U Ctr I Wood White 0.1 OM 
94 Exterior C C Wall U Ctr Concrete Beige 0.2 OM 
95 Exterior C C Threshold L Ctr Concrete White 0.2 OM 
96 Exterior C C Door Trim L Ctr Wood White 2.9 OM 
97 Exterior C C Patio Fence L Ctr Concrete Beige 0.3 OM 
98 Exterior A A Stor. Roof L Ctr Concrete Beige -0.1 OM 
99 CALIBRATION 0.8 Std 

100 CALIBRATION 1.0 Std 
101 CALIBRATION 0.9 Std 
102 CALIBRATION 0.0 Std 
103 CALIBRATION 0.0 Std 
104 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1654D 

Read Room Paint Lead 
P-Y No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

, _. , 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
B 
D 
D 
D 
C 

C 
D 
D 

A 
C 
D 
D 

D 
A 
C 
C 
D 
D 

C 
A 
A 
C 

A 
C 

A 
D 
D 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 

L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

ULft j 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 

1 .o Std 
1.1 Std 
0.0 Std 

-0.1 Std 
0.1 Std 
0.3 QM 
0.0 QM 
0.1 QM 
0.4. QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.3 QM 
O.Z! QM 
0.4 QM 
0.3 QM 
0.5 QM 
0.4 QM 
0.2 

-0.i 
QM 
QM 

0.2 QM 
0.3 QM 
0.4 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.3 QM 
0.5 QM 
1 .I3 QM 
0.2 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.:3 QM 
0.1 QM 
0.4 QM 
0.:3 QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C wails are labelled in a clockwise fashion.) 

KEY 
/---? L = Lower 

U = Upper 

I = intact Balust. = Baluster 

F = Fair Win. = Window 

No. = Number 

Cond. = Condition 

cov. = cc wer 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P=Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

CM = Quick Mode supt. = support Mech. = Mechanical 

Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pag<e 1 of 3 
KEY WEST, FL 
UNIT 16540 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION O.SI Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION -0.1 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.2. QM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.0 QM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.1 QM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.4 QM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige 0.1 QM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.2 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.0 QM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 QM 
15 Bath 1 C Wall U Ctr Gypsum Beige O.~I QM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.0 QM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige O.~I QM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.2 QM 
19 Mech Closet A Wall U Ctr Gypsum Beige 0.4 QM 
20 Mech Closet C Baseboard L Ctr Wood Beige O.~l QM 
21 Mech Closet 0 Door L Ctr U Lft Wood Beige O.~i QM 
22 Mech Closet 0 Door L Ctr Lft casing Wood Beige 0.4 QM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.2 QM 
24 Kitchen 0 Wall U Ctr Gypsum Beige -0:1 QM 
25 Kitchen A Baseboard L Ctr Wood Beige 0.2 QM 
26 Kitchen C Door L Ctr U Lft Wood Beige O.~l QM 
27 Kitchen C Door L Ctr Lft casing Wood Beige 0.4 QM 
28 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 QM 
29 Kitchen 0 Counter L Ctr Wood Stain 0.2 QM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.3 QM 
31 Living 1 C Wall U Ctr Gypsum Beige 0.2 QM 
32 Living 1 A Baseboard L Ctr Wood Beige O.~~ QM 
33 Living 1 A Door L Ctr U Ctr Wood Beige 0.!5 QM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.8 QM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 QM 
36 Stair/Hall 2 A Wall U Ctr Gypsum Beige 0.2 QM 
37 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.:, QM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.2 QM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.:, QM 
40 Stair/Hall 2 Stairs Tread Wood Stain 02 QM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.:3 QM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Stain 0 .. 1 QM 
43 Stair/Hall 2 0 Door L Ctr U Ctr Wood Beige 0.4- QM 
44 Stair/Hall 2 0 Door L Ctr Lft casing Wood Beige 0.:3 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup\. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1654D 

Read Room Paint Lead 
,--. No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Closet 1 
57 Closet 1 
58 Closet 1 
59 Closet 1 
60 Closet 1 
61 Closet 1 
62 Closet 1 
63 Closet 2 
64 Closet 2 
65 Closet 2 
66 Closet 2 
67 Closet 2 

,c --* 68 Closet2 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Stor. 1 
80 Stor. 1 
81 Stor. I 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
n Shelf 
;; 

C 
C 
C 

C 
B 
A 
A 

A 
A 
D 
D 
B 
B 

A 
C 
D 
D 
C 
D 
D 
D 

C 
B 
B 
B 
C 
C 

C 
D 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 

L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

L Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Lft casing 

L Ctr 
Lft casing 

L Ctr 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 

0.4 
0.1 
0.4 
0.4 
0.1 
0.0 
0.3 
0.2 
0.2 
0.3 
0.3 
0.0 
0.2 
0.1 
0.4 
0.2 
0.1 
0.1 
0.3 
0.4 
0.3 
0.5 
0.0 
0.0 
0.1 
0.4. 

-0.1 
0.2 
0.3 
0.0 
0.1 
0.5 
0.0 
0.3 

-0.1 
o.;i 
4.0 

-0.1 
0.0 

-0.1 
2.2 
2.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

“Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 

‘*‘“” L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balust. = Baluster No. = Number Cov. = Cover 

F = Fair Win. = Window Cond. = Condition 

P=Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16540 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Shelf L Ctr I Wood Beige 0.4 OM 
46 Stair/Hall 2 0 Shelf Supt. L Ctr Wood Beige 0.1 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.4 OM 
48 Bath 2 C Wall U Ctr Gypsum Beige 0.4 OM 
49 Bath 2 C Door L Ctr U Ctr Wood Beige 0.1 OM 
50 Bath 2 C Door L Ctr Rgt casing Wood Beige 0.0 OM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige 0.3 OM 
52 Bedroom 1 C Wall U Ctr Gypsum Beige 0.2 OM 
53 Bedroom 1 B Baseboard L Ctr Wood Beige 0.2 OM 
54 Bedroom 1 A Door L Ctr U Lft Wood Beige 0.3 OM 
55 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.3 OM 
56 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
57 Closet 1 A Wall U Ctr Gypsum Beige 0.2 OM 
58 Closet 1 A Baseboard L Ctr Wood Beige 0.1 OM 
59 Closet 1 0 Door L Ctr L Ctr Wood Beige 0.4 OM 
60 Closet 1 D Door L Ctr Lft casing Wood Beige 0.2 OM 
61 Closet 1 B Shelf L Ctr Wood Beige 0.1 OM 
62 Closet 1 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
63 Closet 2 Ceiling L Lft Gypsum Beige 0.3 OM 
64 Closet 2 A Wall U Ctr Gypsum Beige 0.4 OM 
65 Closet 2 C Baseboard L Ctr Wood Beige 0.3 OM 
66 Closet 2 0 Door L Ctr U Ctr Wood Beige 0.5 OM 
67 Closet 2 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
68 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
69 Closet 2 D Shelf Supt. L Ctr Wood Beige 0.1 OM 
70 Closet 2 0 Attic Panel L Ctr Wood Beige 0.4 OM 
71 Closet 2 0 Panel Frame L Ctr Wood Beige -0.1 OM 
72 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2 OM 
73 Bedroom 2 C Wall U Ctr Gypsum Beige 0.3, OM 
74 Bedroom 2 B Baseboard L Ctr Wood Beige 0.0 OM 
75 Bedroom 2 B Door L Ctr U Ctr Wood Beige 0.1 OM 
76 Bedroom 2 B Door L Ctr Lft casing Wood Beige 05 OM 
77 Bedroom 2 C Shelf L Ctr Wood Beige 0.0 OM 
78 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.3 OM 
79 Stor. 1 Ceiling L Ctr Concrete Beige -0.1 OM 
80 Stor. 1 C Wall L Ctr Concrete Beige 0.2 OM 
81 Stor. 1 D Ext. Door U Ctr Lft casing Wood White 4.0 OM 
82 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 OM 
83 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
84 Exterior A A Wall L Ctr L Ctr Concrete Beige -0.1 OM 
85 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.2 OM 
86 Exterior A A Door Trim L Ctr Wood White 2.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. S. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I '" Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Salus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16540 

Read Room Paint Lead 
*--” No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

87 Exterior A A A/C Line Cov. L Ctr I Metal Beige 0.4QM 
88 Exterior A A 
89 Exterior A A 
90 Exterior A A 
91 Exterior A A 
92 Exterior B B 
93 Exterior B B 
94 Exterior B B 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Fascia 
SofTit 
U. Facing 
Star. Roof 
Wall 
Fascia 
Soft3 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Patio Fence 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Wood 
I Concrete 
I Concrete 
I Concrete 
P Wood 
I Wood 
P Wood 
I Wood 
I Concrete 
I Wood 
I Concrete 
I Concrete 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

White 
White 
Beige 
Beige 
Beige 
White 
White 
White 
White 
Beige 
White 
Beige 
Beige 

1.7 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.1 QM 
2.7 QM 
0.1 QM 
2.0 QM 
0.1 QM 
0.3 QM 
0.3 QM 
0.2 QM 
0.3 QM 
1.7 Std 
1.7 Std 
1.9 Std 
0.2 Std 
0.0 Std 
0.0 Std 

c”‘4 KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16540 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

87 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.4 OM 
88 Exterior A A Fascia L Ctr Wood White 1.7 OM 
89 Exterior A A Soffit L Ctr Wood White 0.0 OM 
90 Exterior A A U. Facing L Ctr Concrete Beige 0.0 OM 
91 Exterior A A Stor. Roof L Ctr Concrete Beige 0.3 OM 
92 Exterior B B Wall L Ctr Concrete Beige 0.1 OM 
93 Exterior B B Fascia L Ctr P Wood White 2.7 OM 
94 Exterior B B Soffit L Ctr Wood White 0.1 OM 
95 Exterior C C Fascia L Ctr P Wood White 2.0 OM 
96 Exterior C C Soffit L Ctr Wood White 0.1 OM 
97 Exterior C C Wall U Ctr Concrete Beige 0.3 OM 
98 Exterior C C Door Trim L Ctr Wood White 0.3 OM 
99 Exterior C C Threshold L Ctr Concrete Beige 0.2 OM 

1 00 Exterior C C Patio Fence L Ctr Concrete Beige 0.3 OM 
101 CALIBRATION 1.7 Std 
102 CALIBRATION 1.7 Std 
103 CALIBRATION 1.9 Std 
104 CALIBRATION 0.2 Std 
105 CALIBRATION 0.0 Std 
106 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16558 

Read Room Paint Lead 
‘- -‘, No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

, “-,a-\ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
B 
B 
D 
C 

D 
B 
B 
A 
D 

C 
B 
B 
B 

C 
A 
A 

A 
A 
D 
D 
D 
D 

B 
C 
A 
A 
A 
A 
A 

Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Ctr 
Door L Ctr 
Door L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall u Lft 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Cabinet L Ctr 
Counter L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Flight L Ctr 
U. Molding L Ctr 
Balust. Beam L Ctr 
Ceiling L Lft 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Orange 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.9 
0.9 
0.1 
0.1 
0.1 
0.0 
0.3 
0.0 

-0.1 
0.0 
0.0 
0.2 
0.3 
0.4 
0.0 
0.2 
0.1 
0.2 
0.3 
0.3 
0.0 
0.3 
0.0 

-0.3 
0.3 
0.3 
0.2 
0.0 

-0.1 
0.2 
0.2 
0.1 

-0.1 
0.0 
0.0 
O.i! 
0.3 
0.21 
0.3 
0.5 
0.2! 
0.3 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
,,” “.\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pagl91 of 3 
KEY WEST, FL 
UNIT 1655B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mgfcm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.1 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.3 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.3 OM 
15 Bath 1 0 Wall U Ctr Gypsum Beige 0.4 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.1 OM 
19 Bath 1 0 Shelf Supt. L Ctr Wood Beige 0.2 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige 0.3 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.3 OM 
22 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
23 Closet 1 B Door L Ctr U Ctr Wood Beige 0.3 OM 
24 Closet 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige -0.3 OM 
26 Mech Closet C Wall U Lft Gypsum Beige 0.3 OM 
27 Mech Closet A Door L Ctr U Ctr Wood Beige 0.3 OM 
28 Mech Closet A Door L Ctr Lft casing Wood Beige 0.2 OM 
29 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
30 Kitchen A Wall U Ctr Gypsum Beige -0.1 OM 
31 Kitchen A Baseboard L Ctr Wood Beige 0.2 OM 
32 Kitchen 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
33 Kitchen 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
34 Kitchen 0 Cabinet L Ctr Wood Stain -0.1 OM 
35 Kitchen 0 Counter L Ctr Wood Orange 0.0 OM 
36 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
37 Living 1 B Wall U Ctr Gypsum Beige 02 OM 
38 Living 1 C Baseboard L Ctr Wood Beige 0.2. OM 
39 Living 1 A Door L Ctr U Lft Wood Beige 02 OM 
40 Living 1 A Door L Ctr Lft casing Wood Beige 0.3 OM 
41 Stair/Hall 2 A Flight L Ctr Wood Beige O.~i OM 
42 Stair/Hall 2 A U. Molding L Ctr Wood Beige 0.2 OM 
43 Stair/Hall 2 A Balust. Beam L Ctr Wood Beige O.~I OM 
44 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1655B 

Page 2 of 3 

Read Room 
.ve., Noa Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

/ .-._ 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bedroom 3 
88 Bath 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Wall U Ctr I Gypsum Beige n-l- 
“.L QM A 

D 
C 
C 
C 

B 
B 
B 

A 
D 
D 

A 
A 
C 
C 
B 
B 

C 
D 
D 
D 
D 
C 

B 
C 
D 
D 
C 
C 
D 
D 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 

L Ctr 
L Lft 
L Lft 
L Ctr 
L Rgt 

I 
Newel post I 
Balusters I 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Stringer I 
Riser I 
Tread I 
Railing I 
Railing cap I 

I 
I 
I 

u Lft I 
Lftcasing I 

I 
I 
I 

U Ctr I 
Rgt casing I 

U Ctr I 
Rgt casing I 

I 
I 
I 
I 
I 

U Ctr I 
Lftcasing I 

U Ctr I 
Rgt casing I 
Sill I 
Apron I 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

0.2 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.4 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.3, QM 
0.3* QM 
0.3 QM 
0.2: QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.0 QM 
O.i! QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.3 QM 
0.3 QM 
0.0 QM 
0.4 QM 
0.3 QM 
0.3 QM 
0.2 QM 
0.3 QM 
0.4 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
Omm’% L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1655B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 A Wall U Ctr I Gypsum Beige 0.2 OM 
46 Stair/Hall 2 0 Baseboard L Ctr Wood Beige 0.2 OM 
47 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.1 OM 
49 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.0 OM 
50 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.3 OM 
51 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
52 Stair/Hall 2 Stairs Tread Wood Stain 0.2 OM 
53 Stair/Hall 2 Railing L Ctr Railing Wood Stain -0.1 OM 
54 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.0 OM 
55 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.2 OM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 B Door L Ctr U Lft Wood Beige 0.1 OM 
59 Stair/Hall 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
60 Stair/Hall 2 B Access Panel L Ctr Metal Beige 0.4 OM 
61 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
62 Bath 2 A Wall L Ctr Gypsum Beige 0.3 OM 
63 Bath 2 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
64 Bath 2 0 Door L Ctr Rgt casing Wood Beige 0.3 OM 
65 Bedroom 1 Ceiling L Lft Gypsum Beige 0.2 OM 
66 Bedroom 1 A Wall U Ctr Gypsum Beige 0.2 OM 
67 Bedroom 1 A Baseboard L Ctr Wood Beige 0.3, OM 
68 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.3, OM 
69 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.3 OM 
70 Bedroom 1 B Shelf L Ctr Wood Beige 0.2: OM 
71 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.2, OM 
72 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2; OM 
73 Bedroom 2 C Wall U Ctr Gypsum Beige 0.0 OM 
74 Bedroom 2 0 Baseboard L Ctr Wood Beige 0.2: OM 
75 Bedroom 2 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
76 Bedroom 2 0 Door L Ctr Lft casing Wood Beige 02 OM 
77 Bedroom 2 0 Shelf L Ctr Wood Beige 0.1 OM 
78 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.1 OM 
79 Bedroom 3 Ceiling L Lft Gypsum Beige 0.0 OM 
80 Bedroom 3 B Wall L Ctr Gypsum Beige 0.3 OM 
81 Bedroom 3 C Baseboard L Ctr Wood Beige O.~I OM 
82 Bedroom 3 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
83 Bedroom 3 0 Door L Ctr Rgt casing Wood Beige 0.4 OM 
84 Bedroom 3 C Window L Ctr Sill Wood Beige 0.3 OM 
85 Bedroom 3 C Window L Ctr Apron Wood Beige 0.3 OM 
86 Bedroom 3 0 Shelf L Ctr Wood Beige 0.2 OM 
87 Bedroom 3 0 Shelf Supt. L Ctr Wood Beige 0.3 OM 
88 Bath 3 Ceiling L Lft Gypsum Beige 0.4 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16558 

Page 3 of 3 

Read Room 
*‘---. No. Name 

89 Bath 3 
90 Bath 3 
91 Bath 3 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Stor. 1 
102 Stor. 1 
103 Stor. 1 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

_ *, 112 Exterior A 
I 13 Exterior A 
114 Exterior A 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Wall U Ctr 1 Gypsum Beige 0.3 QM 

126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 

A 
B 
B 

D 
B 
A 
A 
C 
C 
A 
A 

C 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 

L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

U Ctr 
Lft casing 
Sill 
Apron 

Lft casing 

Lft casing 

I Wood 
I Wood 
I Gypsum 
I Gypsum 
I Wood 
I Wood 
I Wood 
I Wood 
I Wood 
I Wood 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Concrete 
P Wood 
P Wood 
I Concrete 
I Concrete 
I Metal 
P Wood 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 
I Wood 
I Wood 
I Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Gray 
Gray 
Gray 
White 
White 
Gray 
White 
Beige 
White 
White 
Gray 
Gray 
White 
Gray 
Gray 
Gray 
Gray 
White 
White 
Gray 
Gray 
Gray 

-0.1 

0.0 

0.5 
0.3 
0.0 
0.3 
0.4 
0.1 

-0.1 
0.3 
0.3 
0.0 
0.1 
2.5 

-0.1 
0.2 
0.2. 
7.C) 
5.6; 
0.1 
0.3 
0.4. 
3.3 
0.4? 
0.21 
O.>! 
1 .Ei 

-0.1. 

0.0 
-0. II 
0.2 
3.7 
O.‘l 
0.7 
0.0 
0.0 
O.!? 
1 .o 
0.8 
0.2 
0.2 
0.‘) 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wail (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

#NAME? adings ---- 
KEY 

‘” \ 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16558 

Read Room Paint Lead 
F"~~'"~'" No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 A Wall U Ctr I Gypsum Beige 0.3 OM 
90 Bath 3 B Door L Ctr U Ctr Wood Beige -0.1 OM 
91 Bath 3 B Door L Ctr Lft casing Wood Beige 0.0 OM 
92 Bedroom 4 Ceiling L Lft Gypsum Beige 0.5 OM 
93 Bedroom 4 D Wall L Rgt Gypsum Beige 0.3 OM 
94 Bedroom 4 B Baseboard L Ctr Wood Beige 0.0 OM 
95 Bedroom 4 A Door L Ctr U Ctr Wood Beige 0.3 OM 
96 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.4 OM 
97 Bedroom 4 C Window L Ctr Sill Wood Beige 0.1 OM 
98 Bedroom 4 C Window L Ctr Apron Wood Beige -0.1 OM 
99 Bedroom 4 A Shelf L Ctr Wood Beige 0.3 OM 

100 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.3 OM 
101 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
102 Stor. 1 C Wall U Ctr Concrete Beige 0.1 OM 
103 Stor. 1 D Ext. Door L Ctr Lft casing Wood White 2.5 OM 
104 Exterior A A Stoop Ceil. L Ctr Concrete Gray -0.1 OM 
105 Exterior A A Threshold L Ctr Concrete Gray 0.2. OM 
106 Exterior A A Wall L Ctr Concrete Gray 0.2 OM 
107 Exterior A A Ext. Door L Ctr Lft casing P Wood White 7.0 OM 
108 Exterior A A Door Trim L Ctr P Wood White 5.S OM 
109 Exterior A A Patio Fence L Ctr Concrete Gray 0.1 OM 
110 Exterior A A Fence Inlay L Ctr Concrete White 0.3 OM 
111 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.4- OM 
112 Exterior A A Fascia L Ctr P Wood White 3.~~ OM 
113 Exterior A A Soffit L Ctr Wood White 0.4 OM 
114 Exterior A A U. Facing L Ctr Concrete Gray 0.2 OM 
115 Exterior C C Wall U Ctr Concrete Gray 0.2 OM 
116 Exterior C C Door Trim L Ctr Wood White 1.~i OM 
117 Exterior C C Threshold L Ctr Concrete Gray -0.1 OM 
118 Exterior C C Overhang L Ctr Wood Gray 0.0 OM 
119 Exterior C C Patio Fence L Ctr Concrete Gray -0.11 OM 
120 Exterior C C Stor. Roof L Ctr Concrete Gray 0.2 OM 
121 Exterior C C Fascia L Ctr Wood White 3.1 OM 
122 Exterior C C Soffit L Ctr Wood White 0:1 OM 
123 Exterior C C Win. Frame L Ctr Wood Gray 0 7 

.j OM 
124 Exterior C C U. Trim L Ctr Wood Gray 0.0 OM 
125 Exterior C C Siding L Ctr Wood Gray 0.0 OM 
126 CALIBRATION 0.9 Std 
127 CALIBRATION 1.0 Std 
128 CALIBRATION 0.8 Std 
129 CALIBRATION 0.2 Std 
130 CALIBRATION 0.2 Std 
131 CALIBRATION 0.-1 Std 

'Used to deSignate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

#NAME? adings 
KEY 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 165X 

Read Room Paint Lead 
.--h, No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
a Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Bath 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

‘w.. 24 Closet 1 
25 Closet 1 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

D 
B 
B 
B 
B 
B 

B 
D 
D 
A 
A 
D 

C 
B 
D 
D 

C 
B 
B 

A 
A 
C 
C 
B 
B 

C 
C 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood White 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 

i-z L=Lower 

U = Upper 

I = intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Std 
Std 
SW 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1655C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm~) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 00, " .. Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.2: Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 05 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige O.L~ OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 B Shelf Supt. L Ctr Wood Beige 0.2: OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.2: OM 
15 Bath 1 B Wall L Ctr Gypsum Beige 0.2 OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige O.~I OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Bath 1 0 Baseboard L Ctr Wood Beige O.~l OM 
21 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
22 Closet 1 C Wall U Ctr Gypsum Beige 0:1 OM 
23 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
24 Closet 1 0 Door L Ctr U Lft Wood Beige 0.2 OM 
25 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.4 OM 
26 Mech Closet Ceiling L Lft Gypsum Beige 0.4 OM 
27 Mech Closet C Wall U Ctr Gypsum Beige 0.0 OM 
28 Mech Closet B Door L Ctr U Ctr Gypsum Beige 0.4 OM 
29 Mech Closet B Door L Ctr Rgt casing Gypsum Beige -0:1 OM 
30 Kitchen Ceiling L Lft Gypsum Beige 0.2 OM 
31 Kitchen A Wall L Ctr Gypsum Beige 0.0 OM 
32 Kitchen A Baseboard L Ctr Wood Beige -0:1 OM 
33 Kitchen C Door L Ctr U Ctr Wood Beige 0.2 OM 
34 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
35 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
36 Kitchen B Counter L Ctr Wood White 0 .. 1 OM 
37 Living 1 Ceiling L Lft Gypsum Beige 0.1 OM 
38 Living 1 C Wall L Ctr Gypsum Beige 0.:2 OM 
39 Living 1 C Baseboard L Lft Wood Beige 0.3 OM 
40 Living 1 A Door L Ctr U Ctr Wood Beige 0.1 OM 
41 Living 1 A Door L Ctr Lft casing Wood Beige 0.1 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.:2 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.:2 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.:2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 165% 

Page 2 of 3 

Read 
--- No. 

Room 
Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
,61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 

1 66 Bedroom 1 
67 Bedroom 1 

“m., 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Bedroom 1 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

Ceiling L Lft I Gypsum Beige 0.4 QM 
0.0 QM 
0.2 QM 
0.2 QM 
0.3 QM 

-0.1 QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.3 QM 
0.5 QM 
0.1 QM 
0.2 QM 
0.1 QM 
0.1 QM 
0.4 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.4 QM 
0.1 QM 
0.0 QM 
0.4. QM 
0.5i QM 
0.1 QM 
0.2 QM 
0.4. QM 
0.2 QM 

-0.1 QM 
0.5 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
O.‘l QM 
0.0 QM 
0.l QM 
0.3 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.0 QM 

A 
B 
C 
C 
C 

A 
A 
D 

B 
B 
B 

D 
D 
D 
D 
C 
C 

B 
B 
B 
B 
B 
B 

B 
B 
B 
B 
C 
C 
B 
B 

Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 

L Ctr 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Lft 

L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Newel post I 
Balusters I 

Stringer I 
Riser I 
Tread I 
Railing I 
Railing cap I 

U Ctr I 
Lftcasing I 

U Rgt I 
Rgt casing I 

L Rgt I 
Rgt casing I 

U Ctr I 
Lftcasing I 

U Ctr I 
Lft casing I 
Sill I 
Apron I 

I 
I 

Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C wails are labelled in a clockwise fashion.) 

J*h L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

Lft. = Lefi 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 1655C 

Read Room Paint Lead 
J-r-." No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Lft I Gypsum Beige 0.4 OM 
46 Stair/Hall 2 A Wall L Ctr Gypsum Beige 0.0 OM 
47 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.2 OM 
48 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige 0.2 OM 
49 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige 0.3 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige -0.1 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.3 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
54 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
55 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.3 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.5 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.1 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.2 OM 
59 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.1 OM 
60 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.1 OM 
,61 Stair/Hall 2 0 Access Panel L Ctr Metal Beige 0.4 OM 
62 Bath 2 Ceiling L Lft Gypsum Beige 0.1 OM 
63 Bath 2 B Wall U Ctr Gypsum Beige 0.2 OM 
64 Bath 2 B Door L Ctr U Rgt Wood Beige 0.0 OM 
65 Bath 2 B Door L Ctr Rgt casing Wood Beige 0.2 OM 

, 66 Bedroom 1 Ceiling L Lft Gypsum Beige 0.4 OM 
67 Bedroom 1 0 Wall U Ctr Gypsum Beige 0.1 OM 
68 Bedroom 1 0 Baseboard L Ctr Wood Beige 0.0 OM 
69 Bedroom 1 0 Door L Ctr L Rgt Wood Beige 0.4 OM 
70 Bedroom 1 0 Door L Ctr Rgt casing Wood Beige 05 OM 
71 Bedroom 1 C Shelf L Ctr Wood Beige 0.1 OM 
72 Bedroom 1 C Shelf Supt. L Ctf Wood Beige 0.2 OM 
73 Bedroom 2 Ceiling L Lft Gypsum Beige 0.4- OM 
74 Bedroom 2 B Wall L Ctr Gypsum Beige 0.2 OM 
75 Bedroom 2 B Baseboard L Ctr Wood Beige -0.1 OM 
76 Bedroom 2 B Door L Ctr U Ctr Wood Beige O.t; OM 
77 Bedroom 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
78 Bedroom 2 B Shelf L Ctr Wood Beige 0.0 OM 
79 Bedroom 2 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
80 Bedroom 3 Ceiling L Rgt Gypsum Beige 0.1; OM 
81 Bedroom 3 B Wall L Ctr Gypsum Beige 0:1 OM 
82 Bedroom 3 B Baseboard L Ctr Wood Beige 0.0 OM 
83 Bedroom 3 B Door L Ctr U Ctr Wood Beige 0:1 OM 
84 Bedroom 3 B Door L Ctr Lft casing Wood Beige 0.:3 OM 
85 Bedroom 3 C Window L Ctr Sill Wood Beige 0.:3 OM 
86 Bedroom 3 C Window L Ctr Apron Wood Beige 02 OM 
87 Bedroom 3 B Shelf L Ctr Wood Beige 0.0 OM 
88 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
/=~"" L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lf!. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Clr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 165X 

Page 3 of 3 

Read Room 
““’ No. Name 

89 Bath 3 
90 Bath 3 
91 Bath 3 
92 Bath 3 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Bedroom 4 
102 Stor. 1 
103 Stor. 1 
104 Stor. 1 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
II 1 Exterior A 
112 Exterior A 
113 Exterior A 
114 Exterior A 
115 Exterior A 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Ceiling L Rgt I Gypsum Beige 0.5QM 

127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 

C 
C 
C 

D 
D 
A 
A 
C 
C 
A 
A 

D 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 

U Rgt 
Lft casing 

U Ctr 
Lft casing 
Sill 
Apron 

Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
F 
F 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
I 

Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Concrete Grey 

-0.1 QM 
0.4 QM 
0.0 QM 
0.4 QM 

-0.1 QM 
-0.1 QM 
02 QM 
0.3 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.3 QM 
3.5 QM 
0.1: QM 
0.0 QM 
0.0 QM 
3.5 QM 
5.‘1 QM 
O.‘l QM 

-O.‘l QM 
O.!j QM 
3.3 QM 
0.4 QM 
0.2 QM 
3:l QM 
0:l QM 
0:7 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
1 :7 QM 

-0.1 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
1.0 Std 
1.0 Std 
0.7 Std 
0.2 Std 
0.1 Std 
0.2 Std 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

LR. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterfor 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1655C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 Ceiling L Rgt I Gypsum Beige 0.5 QM 
90 Bath 3 C Wall L Ctr I Gypsum Beige -0.1 OM 
91 Bath 3 C Door L Ctr U Rgt Wood Beige 0.4 OM 
92 Bath 3 C Door L Ctr Lft casing Wood Beige 0.0 OM 
93 Bedroom 4 Ceiling L Lft Gypsum Beige 0.4 OM 
94 Bedroom 4 0 Wall U Ctr Gypsum Beige -0.1 OM 
95 Bedroom 4 0 Baseboard L Ctr Wood Beige -0.1 OM 
96 Bedroom 4 A Door L Ctr U Ctr Wood Beige 0.3 OM 
97 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.3 OM 
98 Bedroom 4 C Window L Ctr Sill Wood Beige 0.0 OM 
99 Bedroom 4 C Window L Ctr Apron Wood Beige o.~, OM 

100 Bedroom 4 A Shelf L Ctr Wood Beige 02 OM 
101 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
102 Star. 1 Ceiling L Lft Concrete Beige 0.2 OM 
103 Stor. 1 0 Wall U Ctr Concrete Beige O.~I OM 
104 Star. 1 B Ext. Door L Ctr Lft casing F Wood White 3.t; OM 
105 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.1, OM 
106 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 
107 Exterior A A Wall U Ctr Concrete Grey 0.0 OM 
108 Exterior A A Door L Ctr Lft casing F Wood White 3.ti OM 
109 Exterior A A Door Trim L Ctr F Wood White 5:1 OM 
110 Exterior A A Patio Fence L Ctr Concrete Grey 0:1 OM 
111 Exterior A A Fence Inlay L Ctr Concrete Grey -0.'1 OM 
112 Exterior A A AlC Line Cov, L Ctr Metal Grey 0.!5 OM 
113 Exterior A A Fascia L Ctr P Wood White 3.:3 OM 
114 Exterior A A Soffit L Ctr I Wood White 0.4 OM 
115 Exterior A A U.Facing L Ctr Concrete Grey 0.2 OM 
116 Exterior C C Fascia L Ctr Wood White 3 .. 1 OM 
117 Exterior C C Soffit L Ctr Wood White 0 .. 1 OM 
118 Exterior C C Win. Frame L Ctr Wood Grey OJ OM 
119 Exterior C C U, Trim L Ctr Wood Grey 0.0 OM 
120 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
121 Exterior C C Wall U Ctr I Concrete Grey -0.1 OM 
122 Exterior C C Door Trim L Ctr F Wood White 1.7 OM 
123 Exterior C C Threshold L Ctr I Concrete Grey -0.1 OM 
124 Exterior C C Overhang L Ctr Wood Grey 0.0 OM 
125 Exterior C C Patio Fence L Ctr Concrete Grey 0.0 OM 
126 Exterior C C Star. Roof L Ctr Concrete Grey -0.1 OM 

127 CALIBRATION 1.0 Std 
128 CALIBRATION 1.0 Std 

129 CALIBRATION 0.7 Std 

130 CALIBRATION 0.2 Std 
131 CALIBRATION 0.1 Std 
132 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

lft. = left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 

UNIT 1656D 

Page 1 of 3 

Read Room Paint Lead 
z- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

I CALIBRATION 0.8 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hail 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Kitchen 

,-- 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Living 1 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
B 
D 
D 
D 
C 

B 
D 
D 

A 
A 
D 
D 

A 
B 
B 
B 
B 
C 

A 
A 
A 
C 

C 
B 

A 
D 
il 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 

L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 

L Ctr 
Access Panel L Ctr 
Door L Ctr 
Door L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, El, and C walls are labelled in a clockwise fashion.) 

-1” 
KEY 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

Cov. = Cover 

1.0 Std 
0.9 Std 
0.3 Std 
0.3 Std 
0.2 Std 
0.3 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.6 QM 

-0.1 QM 
0.0 QM 
0.4 QM 
0.1 QM 
0.4 QM 
0.2 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
0.5 QM 
0.1 QM 
0.4 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.4 QM 
0.0 QM 
0.4 QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.3 QM 
1.8 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.3 QM 
0.2 QM 
0.1 QM 
0.4 QM 
0.1 QM 
0.3 QM 
0.3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16560 

Read Room Paint Lead - No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 
1 CALIBRATION 0.8 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.3 Std 
5 CALIBRATION 0.3 Std 
6 CALIBRATION 0.2 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.3 OM 
8 Hall 1 B Wall L Ctr Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.6 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige -0.1 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.4 OM 
15 Bath 1 B Wall L Ctr Gypsum Beige 0.1 OM 
16 Bath 1 0 Door L Ctr U Ctr Wood Beige 0.4 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
19 Mech Closet A Wall U Ctr Gypsum Beige 0.3 OM 
20 Mech Closet A Baseboard L Ctr Wood Beige -0.1 OM 
21 Mech Closet 0 Door L Ctr U Ctr Wood Beige 0.5 OM 
22 Mech Closet 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
23 Kitchen Ceiling L Lft Gypsum Beige 0.4 OM 

:."'-"" 24 Kitchen A Wall U Ctr Gypsum Beige 0.2 OM 
25 Kitchen B Baseboard L Ctr Wood Beige 0.0 OM 
26 Kitchen B Door L Ctr U Ctr Wood Beige 0.3 OM 
27 Kitchen B Door L Ctr Lft casing Wood Beige 0.4 OM 
28 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
29 Kitchen C Counter L Ctr Wood White 0.4 OM 
30 Living 1 Ceiling L Lft Gypsum Beige 0.2 OM 
31 Living 1 A Wall U Ctr Gypsum Beige 0.3 OM 
32 Living 1 A Baseboard L Ctr Wood Beige 0.3 OM 
33 Living 1 A Door L Ctr U Ctr Wood Beige 0.3 OM 
34 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.8 OM 
35 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 OM 
36 Stair/Hall 2 C Wall U Ctr Gypsum Beige 0.3 OM 
37 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.1 OM 
38 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.3 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.4 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.1 OM 
43 Stair/Hall 2 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
44 Stair/Hall 2 0 Door L Ctr Rgt casing Wood Beige 0.3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY .,-.. 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rg!. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage E)(t. = E)(terior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 

KEY WEST, FL 

UNIT 1656D 

Read Room Paint Lead 
:- No. Name 

89 Exterior A 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

A Fascia L Ctr I Wood White 4.1 QM 
90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior D D 
94 Exterior D D 
95 Exterior D D 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 Exterior C C 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 

Sofflt 

U. Facing 
Stor. Roof 
Wall 
Fascia 
Sofflt 
Wall 
Door Trim 
Threshold 
Patio Fence 
Soffit 
Fascia 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Concrete 
I Concrete 
I Concrete 
F Wood 
I Wood 
I Concrete 
I Wood 
I Concrete 
I Cpncrete 
I Wood 
P Wood 

White 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 
Beige 
Beige 
White 
White 

-0.1 QM 
0.2 QM 
0.1 QM 

-0.1 QM 
3.2 QM 

-0.1 QM 
0.0 QM 
1.4 QM 
0.2 QM 
0.0 QM 

-0.1 QM 
4.1 QM 
0.9 Std 
1.0 Std 
0.9 Std 
0.1 Std 
0.2 Std 
0.2 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 
Wail A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
=- L = Lower I = Intact Balust. = Baluster No. = Number COV. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

;-~ 

--,-.. 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16560 

Read Room Paint Lead 
No. Name Wal/* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fascia L Ctr I Wood White 4.1 QM 
90 Exterior A A Soffit L Ctr I Wood White -0.1 QM 
91 Exterior A A U.Facing L Ctr Concrete Beige 0.2 QM 
92 Exterior A A Stor. Roof L Ctr Concrete Beige 0.1 QM 
93 Exterior 0 0 Wall L Ctr Concrete Beige -0.1 QM 
94 Exterior 0 0 Fascia L Ctr F Wood White 3.2 QM 
95 Exterior 0 0 Soffit L Ctr I Wood White -0.1 QM 
96 Exterior C C Wall U Ctr Concrete Beige 0.0 QM 
97 Exterior C C Door Trim L Ctr Wood White 1.4 QM 
98 Exterior C C Threshold L Ctr Concrete Beige 0.2 QM 
99 Exterior C C Patio Fence L Ctr C.oncrete Beige 0.0 QM 

100 Exterior C C Soffit L Ctr Wood White -0.1 QM 
101 Exterior C C Fascia L Ctr P Wood White 4.1 QM 
102 CALIBRATION 0.9 Std 
103 CALIBRATION 1.0 Std 
104 CALIBRATION 0.9 Std 
105 CALIBRATION 0.1 Std 
106 CALIBRATION 0.2 Std 
107 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mgfcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16576 

Page 1 of 3 

Read Room Paint Lead 
‘--‘*.* No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALI BRATION 
6 CALIBRATION 
7 Hall I 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
la Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet I 
22 Closet 1 
23 Closet 1 

‘--\ 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 2 

B 
B 
B 
B 
D 
C 

D 
B 
B 
A 
B 

B 
B 
B 
B 

A 
A 
A 

A 
A 
D 
D 
D 
D 

A 
A 
A 
C 
A 
A 
A 

Ceiling 
Wail 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

u ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

1.0 
0.9 
1.0 
0.1 
0.0 
0.0 
0.1 
0.2 
0.0 
0.0 
0.3 
0.3 
0.2 
0.4 
0.2 
0.3 
0.2 
0.3 
0.0 
0.1 
0.0 
0.0 
0.3 
0.3, 
0.1 
0.0 
0.4. 
0.0 
0.1 
0.0 
o.;t 
0.3 
0.1 
0.4 
0. I. 
0.3 
O.^l 
0.3 
O.'l 
2.5 
0.2 
0.0 
0.3 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY _ Ia., 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1657B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALI BRA TION 0.9 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.3 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.4 OM 
15 Bath 1 0 Wall U Ctr Gypsum Beige 0.2 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.3 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Bath 1 A Shelf l Ctr Wood Beige 0.3 OM 
19 Bath 1 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
20 Closet 1 Ceiling l Lft Gypsum Beige 0.1 OM 
21 Closet 1 B Wall L Ctr Gypsum Beige 0.0 OM 
22 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
23 Closet 1 B Door L Ctr U Ctr Wood Beige 0.3 OM 
24 Closet 1 B Door l Ctr Lft casing Wood Beige 0.3- OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0.1 OM 
26 Mech Closet A Wall U Ctr Gypsum Beige 0.0 OM 
27 Mech Closet A Door L Ctr U Lft Wood Beige OA OM 
28 Mech Closet A Door L Ctr Lft casing Wood Beige 0.0 OM 
29 Kitchen Ceiling L Lft Gypsum Beige 0.1 OM 
30 Kitchen A Wall U Ctr Gypsum Beige 0.0 OM 
31 Kitchen A Baseboard L Ctr Wood Beige 0.2 OM 
32 Kitchen 0 Door L Ctr U Ctr Wood Beige O.~I OM 
33 Kitchen 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 
34 Kitchen 0 Cabinet L Ctr Wood Stain 0.4 OM 
35 Kitchen 0 Counter L Ctr Wood Stain 0.1. OM 
36 Living 1 Ceiling L Lft Gypsum Beige 0.11 OM 
37 Living 1 A Wall U Ctr Gypsum Beige O. ~I QM 
38 Living 1 A Baseboard L Ctr Wood Beige 0.3 OM 
39 Living 1 A Door L Ctr U Ctr Wood Beige 0:1 OM 
40 Living 1 C Ext. Door L Ctr Rgt casing Wood Beige 2.tj OM 
41 Living 1 A Flight L Ctr Wood Beige 0.2 OM 
42 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige 0.3 OM 
44 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1657B 

Page 2 of 3 

Read Room Paint Lead 
/‘--‘- No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
46 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom I 
66 Bedroom 1 
67 Bedroom 1 

.- 68 Bedroom 1 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
p Wall U Ctr 
z 

C 

C 

C 

C 

C 

A 
D 
D 

C 
C 
B 
B 

A 
D 
D 
A 
A 

B 
B 
A 
A 
C 
C 
A 
B 

D 
B 
A 
A 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 

L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Rgt 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 

Newel post 
Balusters 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 
Sill 
Apron 

U Ctr 
Lft casing 

Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.3 
0.3 
0.2 
0.4 
0.1 
0.0 
0.1 
0.2 
0.4 
0.0 
0.4 
0.0 
0.2 
0.1 
0.2 
0.0 
0.0 
0.3 
0.0 
0.4 
0.3 
0.3, 
0.3' 
0.3 
0.21 
0.3 
0.4. 
0.0 
0.3 
0.4. 
0.0 

-0.1 
0.4 
0.3 
0.2 
0.3 
O.'l 
0.2 
0.4 
0.2 
0.0 
0.3 
0.2 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
*,” “‘, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16578 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Wall U Ctr I Gypsum Beige 0.3 OM 
46 Stair/Hall 2 C Baseboard L Ctr I Wood Beige 0.3 OM 
47 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige 0.2 OM 
48 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige OA OM 
49 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
50 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain 0.0 OM 
51 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
52 Stair/Hall 2 Stairs Tread Wood Stain 0.2 OM 
53 Stair/Hall 2 Railing L Ctr Railing Wood Stain OA OM 
54 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
55 Stair/Hall 2 Cabinet L Ctr Wood Beige OA OM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.2 OM 
58 Stair/Hall 2 C Door L Ctr U Ctr Wood Beige 0.1 OM 
59 Stair/Hall 2 C Door L Ctr Rgt casing Wood Beige 0.2 OM 
60 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
61 Bath 2 A Wall L Ctr Gypsum Beige 0.0 OM 
62 Bath 2 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
63 Bath 2 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
64 Bedroom 1 Ceiling L Rgt Gypsum Beige OA OM 
65 Bedroom 1 C Wall U Ctr Gypsum Beige 0.3 OM 
66 Bedroom 1 C Baseboard L Ctr Wood Beige 0.3, OM 
67 Bedroom 1 B Door L Ctr U Ctr Wood Beige 0.3, OM 
68 Bedroom 1 B Door L Ctr Lft casing Wood Beige 0.3, OM 
69 Closet 2 Ceiling L Lft Gypsum Beige 0.3, OM 
70 Closet 2 A Wall U Ctr Gypsum Beige 0.3, OM 
71 Closet 2 0 Door L Ctr U Ctr Wood Beige OA OM 
72 Closet 2 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
73 Closet 2 A Shelf L Ctr Wood Beige 0.2. OM 
74 Closet 2 A Shelf Supt. L Ctr Wood Beige 0.4 OM 
75 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 OM 
76 Bedroom 2 B Wall L Ctr Gypsum Beige -0.1 OM 
77 Bedroom 2 B Baseboard L Ctr Wood Beige 0.4 OM 
78 Bedroom 2 A Door L Ctr U Ctr Wood Beige O.~l OM 
79 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.2 OM 
80 Bedroom 2 C Window L Ctr Sill Wood Beige O.~\ OM 
81 Bedroom 2 C Window L Ctr Apron Wood Beige 0:1 OM 
82 Bedroom 2 A Shelf L Ctr Wood Beige 0.2 OM 
83 Bedroom 2 B Shelf Supt. L Ctr Wood Beige 0.4 OM 
84 Bedroom 3 Ceiling L Lft Gypsum Beige 0.2 OM 
85 Bedroom 3 D Wall U Ctr Gypsum Beige 0.0 OM 
86 Bedroom 3 B Baseboard L Ctr Wood Beige O.:~ OM 
87 Bedroom 3 A Door L Ctr U Ctr Wood Beige 0.2 OM 
88 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall {side of the room} a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov, = Cover 

U '" Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 '" milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINTINSPECTION REPORT POINCIANAHOUSING 
KEY WEST, FL 
UNIT 16578 

Page 3 of 3 

Read Room <cm._ 
No. Name 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Stor. 1 
94 Stor. 1 
95 Stor. 1 
96 Exterior A 
97 Exterior A 
98 Exterior A 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior C 
108 Exterior C 
109 Exterior C 
110 Exterior C 
111 Exterior C 

^- *. 
112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
- Window L ctr Sill I Wood Beige 0.3 QM 

118 CALIBRATION 
119 CALIBRATION 
120 CALIBRATION 
121 CALIBRATION 
122 CALIBRATION 
123 CALIBRATION 

L 

C 
A 
B 

A 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 
Fascia 
Sofm 
Win. Frame 
U. Trim 
Siding 

L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Apron I 
I 
I 
I 
I 

Lft casing P 
I 
I 
I 

Lft casing I 
I 
I 
I 
I 
I 
I 
I 
I 
P 

I 

I 

I 

Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
White 
Grey 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
Grey 

0.2 QM 
0.3 QM 
0.4 QM 
0.3 QM 
0.4 QM 
2.4 QM 

-0.2 QM 
0.1 QM 
0.0 QM 
2.6 QM 
4.1 QM 
0.1 QM 

-0.1 QM 
0.6 QM 
3.1 QM 
0.2 QM 

-0.1 QM 
0.1 QM 
1.5 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.0 QM 
2.7 QM 
0.5 QM 
2.c QM 

-0.1 QM 
0.2 QM 
0.7 Std 
0.8 Std 
0.7 Std 
0.1 Std 
0.3 Std 
0.3 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

,.*.., KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16578 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 C Window L Ctr Sill I Wood Beige 0.3 OM 
90 Bedroom 3 C Window L Ctr Apron Wood Beige 0.2 OM 
91 Bedroom 3 A Shelf L Ctr Wood Beige 0.3 OM 
92 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.4 OM 
93 Stor. 1 Ceiling L Lft Concrete Beige 0.3 QM 
94 Stor. 1 A Wall U Ctr Concrete Beige 0.4 QM 
95 Stor. 1 0 Ext. Door L Ctr Lft casing P Wood White 2.4 QM 
96 Exterior A A Stoop Ceil. L Ctr I Concrete Grey -0.2 QM 
97 Exterior A A Threshold L Ctr Concrete Grey 0.1 QM 
98 Exterior A A Wall U Ctr Concrete Grey 0.0 QM 
99 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.6 QM 

100 Exterior A A Door Trim L Ctr Wood White 4.1 QM 
101 Exterior A A Patio Fence L Ctr Concrete Grey 0.1 OM 
102 Exterior A A Fence Inlay L Ctr Concrete Grey -0.1 OM 
103 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.6 OM 
104 Exterior A A Fascia L Ctr Wood White 3.1 OM 
105 Exterior A A Soffit L Ctr Wood White 0.2 OM 
106 Exterior A A U. Facing L Ctr Concrete Grey -0.1 QM 
107 Exterior C C Wall U Ctr Concrete Grey 0.1 OM 
108 Exterior C C Door Trim L Ctr P Wood White 1.5 OM 
109 Exterior C C Threshold L Ctr I Concrete Grey 0.2 QM 
110 Exterior C C Overhang L Ctr Wood Grey 0.3 OM 
111 Exterior C C Patio Fence L Ctr Concrete Grey 0.2 OM 
112 Exterior C C Stor. Roof L Ctr Concrete Grey 0.0 OM 
113 Exterior C C Fascia L Ctr Wood White 2.7 OM 
114 Exterior C C Soffit L Ctr Wood White 0.5 OM 
115 Exterior C C Win. Frame L Ctr Wood Grey 2.0 OM 
116 Exterior C C U. Trim L Ctr Wood Grey -0.1 OM 
117 Exterior C C Siding L Ctr Wood Grey 0.:2: OM 
118 CALIBRATION O.i' Std 
119 CALIBRATION o.e Std 
120 CALIBRATION 0.7 Std 
121 CALIBRATION 0.1 Std 
122 CALIBRATION O.~l Std 
123 CALIBRATION O.~\ Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L'" Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balust. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std = 30 Second Mode Stor. = Storage 

No. = Number 

Condo '" Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1658D 

Page 1 of 3 

Read Room Paint Lead 
#‘-‘-.\ No . Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13Halll 
14 Bath 1 
15 Bath 1 
16 Bath I 
17 Bath 1 
18 Bath 1 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

‘, **~ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Living 1 
32 Living I 
33 Living 1 
34 Living 1 
35 Living 1 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hail 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
B 
B 
B 
D 
C 

D 
D 
D 
B 

A 
D 
D 
A 

B 
B 
B 
B 
C 
C 

A 
A 
A 
C 

C 
C 

A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wail 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Door 
Door 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Rgt 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
U Rgt 
Lft casing 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 

1.1 
1.0 
0.8 
0.0 
0.0 
0.1 
0.0 
0.4 

-0.1 
0.4 
0.3 
0.1 

-0.1 
0.0 
0.0 
0.2 
0.3 

-0.1 
0.2 
0.0 
0.0 
0.3 
0.1 
0.2 
0.3 
0.0 
0.0 
0.51 

-0.1 
0.51 
0.3 
0.2 
0.3 
0.3 
1 .Ei 

0.4. 
O.i! 

-0.1 
-0.1 
0.1 
o.;! 
0.0 
0.3 
0.4 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

,,_ KEY \ 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16580 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.1 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.8 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Ctr Gypsum Beige 0.4 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.4 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.3 OM 
18 Bath 1 B Baseboard L Ctr Wood Beige -0.1 OM 
19 Mech Closet Ceiling L Lft Gypsum Beige 0.2 OM 
20 Mech Closet A Wall L Ctr Gypsum Beige 0.0 OM 
21 Mech Closet 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
22 Mech Closet 0 Door L Ctr Rgt casing Wood Beige 0.3 OM 
23 Mech Closet A Baseboard L Ctr Wood Beige 0.1 OM 
24 Kitchen Ceiling L Lft Gypsum Beige 0.2 OM 
25 Kitchen B Wall L Ctr Gypsum Beige 0.3 OM 
26 Kitchen B Baseboard L Ctr Wood Beige 0.0 OM 
27 Kitchen B Door L Ctr U Ctr Wood Beige 0.0 OM 
28 Kitchen B Door L Ctr Lft casing Wood Beige 0.5, OM 
29 Kitchen C Cabinet L Ctr Wood Beige -0.1 OM 
30 Kitchen C Counter L Ctr Wood Beige 0.51 OM 
31 Living 1 Ceiling L Lft Gypsum Beige 0.2: OM 
32 Living 1 A Wall U Ctr Gypsum Beige 0.2: OM 
33 Living 1 A Baseboard L Ctr Wood Beige O.~I OM 
34 Living 1 A Door L Ctr U Ctr Wood Beige 0.2. OM 
35 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.6 OM 
36 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.4 OM 
37 Stair/Hall 2 C Wall U Ctr Gypsum Beige 02 OM 
38 Stair/Hall 2 C Baseboard L Ctr Wood Beige -0.1 OM 
39 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain -0.1 OM 
40 Stair/Hall 2 Stairs Riser Wood Stain 0.1 OM 
41 Stair/Hall 2 Stairs Tread Wood Stain 0.2 OM 
42 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
43 Stair/Hall 2 A Door L Ctr U Rgt Wood Beige O.~~ QM 
44 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.4 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. '" Support Mech. = Mechanical 

Clr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1658D 

Page 2 of 3 

Read 
r’ic--” No. 

Room 
Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bath 2 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 1 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Bedroom 2 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 
68 Closet 1 
69 Closet I 
70 Closet 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Closet 2 
80 Exterior A 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

L Ctr Metal 
- 

0.3 QM Access Panel 
D 
D 

C 
D 
D 

B 
B 
B 
B 
A 
A 

D 
B 
A 
A 

A 
B 
D 
D 
A 
A 

A 
D 
D 
D 
C 
C 
C 
C 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Stor. Roof 

L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
F 
I 
I 
I 
I 

Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 
Beige 

0.0 QM 
0.4 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.2 QM 
0.4. QM 
0.2. QM 

-0.1 QM 
0.2: QM 
0.0 QM 
0.2 QM 
0 C’ .C) QM 
O.i! QM 
0.3 QM 
0.2 QM 
0.3 QM 
0.3 QM 
O.Z! QM 
o.;! QM 
0.3 QM 
0.2 QM 
0. ̂ I QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.3 QM 
0.4 QM 
0:l QM 
0.0 QM 
0.4 QM 

-0:l QM 
-0.1 QM 
I.(3 QM 
I.!5 QM 
0.:2 QM 
0.:3 QM 
0.4 QM 
0.12 QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

CIM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16580 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Access Panel L Ctr Metal Beige 0.3 OM 
46 Stair/Hall 2 0 Shelf L Ctr Wood Beige 0.0 OM 
47 Stair/Hall 2 0 Shelf Supt. L Ctr Wood Beige 0.4 OM 
48 Bath 2 Ceiling L Rgt Gypsum Beige 0.2 OM 
49 Bath 2 C Wall U Ctr Gypsum Beige 0.0 OM 
50 Bath 2 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
51 Bath 2 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
52 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
53 Bedroom 1 B Wall L Ctr Gypsum Beige -0.1 OM 
54 Bedroom 1 B Baseboard L Ctr Wood Beige 0.2 OM 
55 Bedroom 1 B Door L Ctr U Ctr Wood Beige 0.2 OM 
56 Bedroom 1 B Door L Ctr Lft casing Wood Beige 0.4 OM 
57 Bedroom 1 A Shelf L Ctr Wood Beige 0.2. OM 
58 Bedroom 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
59 Bedroom 2 Ceiling L Lft Gypsum Beige 0.2: OM 
60 Bedroom 2 0 Wall L Ctr Gypsum Beige 0.0 OM 
61 Bedroom 2 B Baseboard L Ctr Wood Beige 0.2 OM 
62 Bedroom 2 A Door L Ctr U Ctr Wood Beige 0.2: OM 
63 Bedroom 2 A Door L Ctr Lft casing Wood Beige 0.2 OM 
64 Closet 1 Ceiling L Lft Gypsum Beige O.~; OM 
65 Closet 1 A Wall U Ctr Gypsum Beige 0.2 OM 
66 Closet 1 B Baseboard L Ctr Wood Beige O.~I OM 
67 Closet 1 0 Door L Ctr U Lft Wood Beige 0.3 OM 
68 Closet 1 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
69 Closet 1 A Shelf L Ctr Wood Beige 0.2 OM 
70 Closet 1 A Shelf Supt. L Ctr Wood Beige O.~I OM 
71 Closet 2 Ceiling L Lft Gypsum Beige 0.2 OM 
72 Closet 2 A Wall U Ctr Gypsum Beige 0.'1 OM 
73 Closet 2 0 Baseboard L Ctr Wood Beige 0.2 OM 
74 Closet 2 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
75 Closet 2 0 Door L Ctr Lft casing Wood Beige O.~l OM 
76 Closet 2 C Shelf L Ctr Wood Beige O.~l OM 
77 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
78 Closet 2 C Attic Panel L Ctr Wood Beige 0:1 OM 
79 Closet 2 C Panel Frame L Ctr Wood Beige 0.0 OM 
80 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.4 OM 
81 Exterior A A Threshold L Ctr Concrete Beige -0:1 OM 
82 Exterior A A Wall U Ctr I Concrete Beige -0:1 OM 
83 Exterior A A Ext. Door L Ctr Lft casing F Wood White 1.8 OM 
84 Exterior A A Door Trim L Ctr F Wood White 1.!5 OM 
85 Exterior A A Patio Fence L Ctr Concrete Beige 0.2 OM 
86 Exterior A A Fence Inlay L Ctr Concrete Beige 0.:3 OM 
87 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.4 OM 
88 Exterior A A Stor. Roof L Ctr Concrete Beige 0.:2 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1658D 

Read Room Paint Lead 
* “*- No. Name 

89 Exterior A 
Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 
A Fascia L Ctr P Wood White 2.9 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior C C 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior B B 
99 Exterior B B 

100 Exterior B B 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Patio Fence 
Fascia 
Sofflt 
Wall 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Concrete 
I Concrete 
I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 
I Concrete 
I Wood 
I Wood 

White 
Beige 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 
White 
White 

0.0 
0.1 
0.0 
1 .5 
0.2 
0.0 
4.6 
0.3 
0.1 
3.5 

-0.1 
1.1 
0.9 
0.9 
0.0 
O.S! 
0.3 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

ilm KEY 
’ L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16580 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fascia L Ctr P Wood White 2.9 OM 
90 Exterior A A Soffit L Ctr Wood White 0.0 OM 
91 Exterior A A U. Facing L Ctr Concrete Beige 0.1 OM 
92 Exterior C C Wall L Ctr Concrete Beige 0.0 OM 
93 Exterior C C Door Trim L Ctr Wood White Hi OM 
94 Exterior C C Threshold L Ctr Concrete Beige 02 OM 
95 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
96 Exterior C C Fascia L Ctr Wood White 4.6 OM 
97 Exterior C C Soffit L Ctr Wood White O.~: OM 
98 Exterior B B Wall L Ctr Concrete Beige 0.1 OM 
99 Exterior B B Fascia L Ctr Wood White 35 OM 

1 00 Exterior B B Soffit L Ctr Wood White -0.1 OM 
101 CALIBRATION 1.1 Std 
102 CALIBRATION O.~l Std 
103 CALIBRATION 0.9 Std 
104 CALIBRATION 0.0 Std 
105 CALIBRATION 0.2 Std 
106 CALIBRATION O.~I Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1659A 

Page 1 of 3 

Read Room Paint Lead 
‘-“-? No. Name Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Kitchen 
23 Kitchen 

, Il., 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Living 1 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Stair/Hall 2 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
B 
B 
B 
A 

A 
A 
A 

C 
B 
B 

D 
D 
C 
C 
B 
B 

C 
C 
A 
C 

A 
C 

A 
C 
C 
B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 
Shelf 

L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Rgt 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Wood 
Wood 
Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY i:v. 
’ L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
White 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.9 Std 
0.9 Std 
0.1 Std 
0.2 Std 
0.0 Std 
0.1 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.2 QM 
0.1 QM 
0.2 QM 
0.4 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.4. QM 
0.3’ QM 
0.4. QM 
0.1 QM 

-0.1 QM 
1.0 QM 
0.2 QM 
0.3 QM 
0.0 QM 
0.3 QM 
O.Z! QM 
0.1 QM 
0 . 2 . QM 
0.0 QM 
0.3 QM 
0.3 QM 
0.4 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1659A 

Read Room Paint Lead 
No. Name Wal/* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.1 OM 
8 Hall 1 B Wall L Ctr Gypsum Beige 0.2 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.3 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.3 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.3 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.1 OM 
15 Bath 1 A Wall U Ctr Gypsum Beige 0.2 OM 
16 Bath 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 A Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Mech Closet Ceiling L Lft Gypsum Beige 0.2 OM 
19 Mech Closet C Wall U Ctr Gypsum Beige 0.1 OM 
20 Mech Closet B Door L Ctr U Ctr Wood Beige 0.2 OM 
21 Mech Closet B Door L Ctr Lft casing Wood Beige 0.4 OM 
22 Kitchen Ceiling L Lft Gypsum Beige 0.3 OM 
23 Kitchen 0 Wall U Ctr Gypsum Beige 0.2 OM 
24 Kitchen 0 Baseboard L Ctr Wood Beige 0.2 OM 
25 Kitchen C Door L Ctr U Ctr Wood Beige 0.2 OM 
26 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
27 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
28 Kitchen B Counter L Ctr Wood White 0.4 OM 
29 Living 1 Ceiling L Lft Gypsum Beige 0.3, OM 
30 Living 1 C Wall U Ctr Gypsum Beige 0.4 OM 
31 Living 1 C Baseboard L Ctr Wood Beige 0.1 OM 
32 Living 1 A Door L Ctr U Ctr Wood Beige -0.1 OM 
33 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.0 OM 
34 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 OM 
35 Stair/Hall 2 A Wall U etr Gypsum Beige 0.3 OM 
36 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 OM 
37 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain O.~; OM 
38 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
39 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
40 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.2 OM 
41 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0.0 OM 
42 Stair/Hall 2 C Door L Ctr U Ctr Wood Beige O.~l OM 
43 Stair/Hall 2 C Door L Ctr Lft casing Wood Beige O.~l OM 
44 Stair/Hall 2 B Shelf L Ctr Wood Beige 0.4 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1659A 

Pagle 2 of 3 

Read Room 
“‘-~ No. Name 

45 Stair/Hall 2 
46 Bath 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bedroom 1 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 2 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Closet 1 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

, m.. 68 Closet 1 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Stor. 1 
79 Stor. 1 
80 Stor. 1 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

Shelf Supt. I Wood Beige 0.1 QM B 

C 
C 
C 

D 
C 
C 
C 
C 
C 

B 
B 
C 
C 

C 
C 
B 
B 
C 
C 

C 
C 
B 
B 
C 
C 

C 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Stor. Roof 
NC Line Cov. 

L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
LCtr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

L Ctr 
Lft casing 

Lft casing 

U Ctr 

t 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
P 
P 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
Beige 

0.2 
0.0 
0.0 
0.0 
0.0 
0.4 

-0.1 
0.4 
0.3 
0.2 

-0.1 
0.3 

-0.1 
0.2 
0.2 
0.0 
0.5 
0.4 

-0.1 
0.0 
0.0 
0.0 

-0.1 
0.2 

-0.1 
-0.1 
0.4. 
OSI 
0.31 
0.4. 
0.0 
0.2 

-0.2 
0.1 
1.7 
0.1 
0.0 
0.0 
2.4 
1 .o 

-0.1 
O.Z! 
0.4 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C walls are labelled in a clockwise fashion.) 

KEY 
,,-*I* ; 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2of3 
KEY WEST, FL 
Unit 1659A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf Supt. L Ctr I Wood Beige 0.1 OM 
46 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
47 Bath 2 C Wall U Ctr Gypsum Beige 0.0 OM 
48 Bath 2 C Door L Ctr U Ctr Wood Beige 0.0 OM 
49 Bath 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
50 Bedroom 1 Ceiling L Lft Gypsum Beige 0.0 OM 
51 Bedroom 1 0 Wall U Ctr Gypsum Beige 0.4 OM 
52 Bedroom 1 C Baseboard L Ctr Wood Beige -0.1 OM 
53 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.4 OM 
54 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.3 OM 
55 Bedroom 1 C Shelf L Ctr Wood Beige 0.2 OM 
56 Bedroom 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
57 Bedroom 2 Ceiling L Lft Gypsum Beige 0.3 OM 
58 Bedroom 2 B Wall L Ctr Gypsum Beige -0.1 OM 
59 Bedroom 2 B Baseboard L Ctr Wood Beige 0.2 OM 
60 Bedroom 2 C Door L Ctr U Lft Wood Beige 0.2 OM 
61 Bedroom 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
62 Closet 1 Ceiling L Rgt Gypsum Beige 0.5 OM 
63 Closet 1 C Wall U Ctr Gypsum Beige 0.4 OM 
64 Closet 1 C Baseboard L Ctr Wood Beige -0.1 OM 
65 Closet 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
67 Closet 1 C Shelf L Ctr Wood Beige 0.0 OM 
68 Closet 1 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
69 Closet 2 Ceiling L Lft Gypsum Beige 0.2 OM 
70 Closet 2 C Wall L Ctr Gypsum Beige -0.1 OM 
71 Closet 2 C Baseboard L Ctr Wood Beige -0.1 OM 
72 Closet 2 B Door L Ctr L Ctr Wood Beige 0.4 OM 
73 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
74 Closet 2 C Shelf L Ctr Wood Beige 0.3, OM 
75 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
76 Closet 2 Attic Panel L Ctr Wood Beige 0.0 OM 
77 Closet 2 Panel Frame L Ctr Wood Beige 02 OM 
78 Stor. 1 Ceiling L Lft Concrete Beige -0.2 OM 
79 Stor. 1 C Wall U Ctr Concrete Beige 0.1 OM 
80 Stor. 1 A Ext. Door L Ctr Lft casing P Wood White 1.7' OM 
81 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.1 OM 
82 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
83 Exterior A A Wall U Ctr Concrete Beige 0.0 OM 
84 Exterior A A Ext. Door L Ctr U Ctr P Wood White 2.4 OM 
85 Exterior A A Door Trim L Ctr P Wood White 1.0 OM 
86 Exterior A A Patio Fence L Ctr Concrete Beige -0.1 OM 
87 Exterior A A Stor. Roof L Ctr Concrete Beige 0.2 OM 
88 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.4 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. :: Left P = Poor Ceil. = Ceiling mgicm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std :: 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1659A 

Page 3 of 3 

Read Room 
/““**‘- No . Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cmz) Mode 
A Fascia L Ctr P Wood White 2.7 QM 

90 Exterior A A 
91 Exterior A A 
92 Exterior B B 
93 Exterior B B 
94 Exterior B B 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 Exterior C C 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 

Soffit 
U. Facing 
Wail 
Fascia 
Soffit 
Wall 
Threshold 
Door Trim 
Patio Fence 
Fascia 
Soffit 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I Wood 
I Concrete 
I Concrete 
I Wood 
I Wood 
I Concrete 
I Concrete 
P Wood 
I Concrete 
I Wood 
I Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

White 
Beige 
Beige 
White 
White 
Beige 
Beige 
White 
Beige 
White 
White 

0.1 QM 
-0.2 QM 
0.0 QM 
1.8 QM 
0.0 QM 
0.0 QM 
0.2 QM 
2.4 QM 

-0.1 QM 
2.6 QM 
0.1 QM 
0.9 Std 
0.8’ Std 
0.9 Std 
0.2: Std 
0.3 Std 
0.2 Std 

, x 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1659A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Fascia L Ctr P Wood White 2.7 OM 
90 Exterior A A Soffit L Ctr Wood White 0.1 OM 
91 Exterior A A U.Facing L Ctr Concrete Beige -0.2 OM 
92 Exterior B B Wall L Ctr Concrete Beige 0.0 OM 
93 Exterior B B Fascia L Ctr Wood White 1.8 OM 
94 Exterior B B Soffit L Ctr Wood White 0.0 OM 
95 Exterior C C Wall U Ctr Concrete Beige 0.0 OM 
96 Exterior C C Threshold L Ctr Concrete Beige 0.2 OM 
97 Exterior C C Door Trim L Ctr P Wood White 2.4 OM 
98 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
99 Exterior C C Fascia L Ctr Wood White 2.6 OM 

100 Exterior C C Soffit L Ctr Wood White 0.1 OM 
101 CALIBRATION 0.9 Std 
102 CALIBRATION 0.8 Std 
103 CALIBRATION O.SI Std 
104 CALIBRATION 0.2 Std 
105 CALIBRATION 0.2i Std 
106 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Salus!. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std = 30 Second Mode Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1660D 

Page 1 of 3 

Read Room Paint Lead 
----.. No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Mech Closet 

i -a.. 24 Mech Closet 
25 Mech Closet 
26 Mech Closet 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Living 1 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
D 
D 
D 
C 

C 
B 
B 

C 
C 
B 
B 

C 
D 
D 

B 
A 
D 
D 
D 
D 

A 
B 
A 
C 
C 
C 
C 

A 
B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 
Wall 
Baseboard 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 

L Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Rgt 
Lft casing 

L Ctr 
Rgt casing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,~.~~,, KEY 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.8 Std 
1.0 Std 
0.1 Std 
0.2 Std 
0.1 Std 
0.0 QM 

-0.2 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.4 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.2 QM 
0.3, QM 

-0.1 QM 
02 QM 
0.3 QM 
0.3 QM 
0 -2 ..A QM 
0.5 QM 
0.4. QM 
0.4. QM 
0.4, QM 
0.0 QM 
O.Z! QM 
0.1 QM 
0.3 QM 
2.l QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.2 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P=Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

QM = Quick Mode supt. = support Mech. = Mechanical 

Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16600 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 0.8 Std 
3 CALI BRA TION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 QM 
8 Hall 1 0 Wall U Ctr Gypsum Beige -0.2 QM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.0 QM 

10 Hall 1 0 Door L Ctr L Ctr Wood Beige 0.1 QM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.3 QM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 QM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.1 QM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 QM 
15 Bath 1 C Wall U Ctr Gypsum Beige 0.4 QM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.0 QM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.3 QM 
18 Closet 1 Ceiling L Lft Gypsum Beige 0.0 QM 
19 Closet 1 C Wall U Ctr Gypsum Beige 0.0 QM 
20 Closet 1 C Baseboard L Ctr Wood Beige 0.0 QM 
21 Closet 1 B Door L Ctr U Ctr Wood Beige 0.2 QM 
22 Closet 1 B Door L Ctr Lft casing Wood Beige 0.3 QM 
23 Mech Closet Ceiling L Lft Gypsum Beige 0.2 QM 
24 Mech Closet C Wall L Ctr Gypsum Beige 0.3 QM 
25 Mech Closet 0 Door L Ctr U Rgt Wood Beige -0.1 QM 
26 Mech Closet 0 Door L Ctr Lft casing Wood Beige 0.3, QM 
27 Kitchen Ceiling L Lft Gypsum Beige 0.3 QM 
28 Kitchen B Wall L Ctr Gypsum Beige 0.3; QM 
29 Kitchen A Baseboard L Ctr Wood Beige 0.3: QM 
30 Kitchen 0 Door L Ctr L Ctr Wood Beige O.Ei OM 
31 Kitchen 0 Door L Ctr Rgt casing Wood Beige 0.4 OM 
32 Kitchen 0 Cabinet L Ctr Wood Stain 0.4- QM 
33 Kitchen 0 Counter L Ctr Wood Stain 0.4 OM 
34 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
35 Living 1 A Wall U Ctr Gypsum Beige 0.2 QM 
36 Living 1 B Baseboard L Ctr Wood Beige 0.1 OM 
37 Living 1 A Door L Ctr U Ctr Wood Beige O.~I OM 
38 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2:1 OM 
39 Living 1 C Flight L Ctr Wood Beige O.~l OM 
40 Living 1 C U. Molding L Ctr Wood Beige 0.2 OM 
41 Living 1 C Balust. Beam L Ctr Wood Beige 0.0 OM 
42 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 QM 
43 Stair/Hall 2 A Wall U Ctr Gypsum Beige 0.2 OM 
44 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.2 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. " Mechanical 

Ctr." Center Std = 30 Second Mode Stor. = Storage Ext. " Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1660D 

Page 3 of 3 

Read 
‘“‘- No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (m&m’) Mode 

90 Bedroom 4 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Stor. 1 

100 Stor. 1 
101 Stor. 1 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

rl..., 112 Exterior B 
113 Exterior B 
114 Exterior B 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 

C 

D 
C 
A 
A 
C 
C 
A 
A 

D 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Ctr 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall U Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
A/C Line Cov. LCtr 
Fascia L Ctr 
Sotfit L Ctr 
U. Facing L Ctr 
Wall L Ctr 
Fascia U Ctr 
Soffit L Ctr 
Fascia L Ctr 
som L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Wall U Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

Lft casing 

U Ctr 
Lft casing 
Sill 
Apron 

Lft casing 

Lft casing 

I Wood Beige 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Wood Grey 
Concrete Grey 
Wood Grey 
Concrete Grey 
Concrete Grey 

0.3 QM- 
0.1 QM 
0.3 QM 
0.2 QM 
0.3 QM 
0.1 QM 
0.3 QM 
0.2 QM 
0.0 QM 
0.1 QM 
0.2 QM 

-0.2 QM 
2.8 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
1.9 QM 
2.0 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0, QM 
0.5’ QM 
0.0 QM 
0.2: QM 
0.3 QM 
0.2 QM 
2.4. QM 
O.i! QM 
0.0 QM 
0.0 QM 
1.4. QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
1 .o Std 
0.9 Std 
0.8 Std 
0.2 Std 
O.‘l Std 
0.2 Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8, and C wails are labelied in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16600 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 C Door L Ctr Lft casing I Wood Beige 0.3 OM 
90 Bedroom 4 Ceiling L Lft Gypsum Beige 0.1 OM 
91 Bedroom 4 0 Wall U Ctr Gypsum Beige 0.3 OM 
92 Bedroom 4 C Baseboard L Ctr Wood Beige 0.2 OM 
93 Bedroom 4 A Door L Ctr U Ctr Wood Beige 0.3 OM 
94 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.1 OM 
95 Bedroom 4 C Window L Ctr Sill Wood Beige 0.3 OM 
96 Bedroom 4 C Window L Ctr Apron Wood Beige 0.2 OM 
97 Bedroom 4 A Shelf L Ctr Wood Beige 0.0 OM 
98 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
99 Stor. 1 Ceiling L Lft Concrete Beige 0.2 OM 

100 Stor. 1 0 Wall U Ctr Concrete Beige -0.2 OM 
101 Stor.1 0 Ext. Door L Ctr Lft casing Wood White 2.8 OM 
102 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.0 OM 
103 Exterior A A Threshold L Ctr Concrete Grey 0.2 OM 
104 Exterior A A Wall U Ctr I Concrete Grey -0.1 OM 
105 Exterior A A Ext. Door L Ctr Lft casing F Wood White 1.9 OM 
106 Exterior A A Door Trim L Ctr P Wood White 2.0 OM 
107 Exterior A A Patio Fence L Ctr I Concrete Grey 0.3 OM 
108 Exterior A A AlC Line Cov. L Ctr I Metal Grey 0.1 OM 
109 Exterior A A Fascia L Ctr Wood White 0.0 OM 
110 Exterior A A Soffit L Ctr Wood White 0.2 OM 
111 Exterior A A U. Facing L Ctr Concrete Grey 0.0 OM 
112 Exterior B B Wall L Ctr Concrete Grey 0.5, OM 
113 Exterior B B Fascia U Ctr Wood White 0.0 OM 
114 Exterior B B Soffit L Ctr Wood White 0.2: OM 
115 Exterior C C Fascia L Ctr Wood White 0.2; OM 
116 Exterior C C Soffit L Ctr Wood White 0.2: OM 
117 Exterior C C Win. Frame L Ctr Wood Grey 2.4- OM 
118 Exterior C C U. Trim L Ctr Wood Grey 02 OM 
119 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
120 Exterior C C Wall U Ctr Concrete Grey 0.0 OM 
121 Exterior C C Door Trim L Ctr Wood Grey 1.4 OM 
122 Exterior C C Threshold L Ctr Concrete Grey 0.1 OM 
123 Exterior C C Overhang L Ctr Wood Grey 0.1 OM 
124 Exterior C C Patio Fence L Ctr Concrete Grey 0.1 OM 
125 Exterior C C Stor. Roof L Ctr Concrete Grey 0.0 OM 
126 CALIBRATION 1.0 Std 
127 CALIBRATION O.H Std 
128 CALIBRATION O.B Std 
129 CALIBRATION 0.2 Std 
130 CALIBRATION 0:1 Std 
131 CALIBRATION 0.2 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Salust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgfcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1661C 

Read Room Paint Lead 
,l--zz No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hail 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Kitchen 
23 Kitchen 

. .yJ\ 24 Kitchen 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Living 1 
30 Living 1 
31 Living 1 
32 Living 1 
33 Living 1 
34 Stair/Hall 2 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
B 
D 
D 
B 
C 

B 
B 
B 

C 
B 
B 

D 
D 
C 
C 
D 
D 

A 
A 
A 
C 

B 
C 

A 
D 
D 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Stairs 
Railing 
Access Panel 
Door 
Door 
Shelf 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 

U Ctr 
Rgt casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

U Ctr 
Rgt casing 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Metal Beige 
Wood Beige 
Wood Beige 
Wood Beige 

1 .o 
0.8 
0.9 

-0.1 
0.0 
0.2 
0.2 

-0.1 
0.0 
0.0 
0.2 

-0.1 
0.1 
0.3 
0.2 
0.01 
0.01 
0.0~ 
0.1 
0.3 
0.3 
0.3 
0.3 
0.0 
0.0 
0.0 
0.0 

-0.1 
0.0 
O.Z! 
0.0 
0.0 
3.4 
0.0 
0.3 
0.0 
0.0 
0.3 

-O.‘l 
0.0 
0:l 
0.2 
0.3 
0. ‘I 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
/- -- L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1661C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION -0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.2 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.2 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige -0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige -0.1 OM 
13 Hall 1 C Shelf Supt. L Ctr Wood Beige 0.1 OM 
14 Bath 1 Ceiling L Rgt Gypsum Beige 0.3 OM 
15 Bath 1 B Wall L Ctr Gypsum Beige 0.2 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Mech Closet Ceiling L Rgt Gypsum Beige 0.0 OM 
19 Mech Closet C Wall U Ctr Gypsum Beige 0.1 OM 
20 Mech Closet B Door L Ctr U Lft Wood Beige 0.3, OM 
21 Mech Closet B Door L Ctr Lft casing Wood Beige 0.3. OM 
22 Kitchen Ceiling L Lft Gypsum Beige 0.3. OM 
23 Kitchen 0 Wall U Ctr Gypsum Beige 0.3. OM 
24 Kitchen 0 Baseboard L Ctr Wood Beige 0.0 OM 
25 Kitchen C Door L Ctr U Ctr Wood Beige 0.0 OM 
26 Kitchen C Door L Ctr Lft casing Wood Beige 0.0 OM 
27 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 OM 
28 Kitchen 0 Counter L Ctr Wood Stain -0.1 OM 
29 Living 1 Ceiling L Lft Gypsum Beige 0.0 OM 
30 Living 1 A Wall U Ctr Gypsum Beige 0.2 OM 
31 Living 1 A Baseboard L Ctr Gypsum Beige 0.0 OM 
32 Living 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
33 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 3.4 OM 
34 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 OM 
35 Stair/Hall 2 B Wall U Ctr Gypsum Beige O.~\ OM 
36 Stair/Hall 2 C Baseboard L Ctr Wood Beige 0.0 OM 
37 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.0 OM 
38 Stair/Hall 2 Stairs Riser Wood Stain O.~\ OM 
39 Stair/Hall 2 Stairs Tread Wood Stain -0:1 OM 
40 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.0 OM 
41 Stair/Hall 2 A Access Panel L Ctr Metal Beige 0:1 OM 
42 Stair/Hall 2 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
43 Stair/Hall 2 0 Door L Ctr Rgt casing Wood Beige o.:~ OM 
44 Stair/Hall 2 A Shelf L Ctr Wood Beige 0:1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1661C 

Page 2 of 3 

Read Room 
/ ‘“---x No. Name 

45 Stair/Hall 2 
46 Bath 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bedroom 1 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom 1 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 2 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Closet 1 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet 1 

--. 68 Closet 1 
69 Closet 2 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Stor. 1 
79 Stor. 1 
80 Stor. 1 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Paint lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cmz) Mode 

Shelf Supt. L Ctr I Wood -0.1 QM d 

A 
C 
C 

C 
D 
cl 
D 
D 
D 

A 
A 
A 
A 

D 
B 
B 
B 
A 
A 

B 
B 
B 
B 
C 
C 

B 
B 
A 
A 
A 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lfi 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lfi 
U Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Beige 

U Ctr 

Rgt casing 

U Ctr 
Lft casing 

L Ctr 
Rgt casing 

U Ctr 
Lft casing 

u Lft 
Lfi casing 

Lft casing 

Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
F 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
White 
Beige 

0.4 
0.2 
0.3 

-0.1 
0.1 
0.0 
0.2 
0.3 
0.4 
0.0 

-0.1 
0.0 
0.0 
0.0 

-0.1 
0.1 
0.3 
0.0 
0.0 
0.2 

-0.1 
0.0 

-0.1 
0.2 
0.0 
0.1 
0.1 
0.0 
0.2 
0.1 

-0.1 
-0.1 
-O.zi! 
0.0 
4.8 

-0.1 
0.4 

-0.2 
2.8 
1.8 
0.0 
0.4 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

c .‘\ 
L = Lower I = Intact Baiust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1661C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 A Shelf Supt. L Ctr I Wood Beige -0.1 OM 
46 Bath 2 Ceiling L Lft Gypsum Beige 0.4 OM 
47 Bath 2 A Wall U Ctr Gypsum Beige 0.2 OM 
48 Bath 2 C Door L Ctr U Ctr Wood Beige 0.3 OM 
49 Bath 2 C Door L Ctr Rgt casing Wood Beige -0.1 OM 
50 Bedroom 1 Ceiling L Lft Gypsum Beige 0.1 OM 
51 Bedroom 1 C Wall U Ctr Gypsum Beige 0.0 OM 
52 Bedroom 1 0 Baseboard L Ctr Wood Beige 0.2 OM 
53 Bedroom 1 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
54 Bedroom 1 0 Door L Ctr Lft casing Wood Beige 0.4 OM 
55 Bedroom 1 0 Shelf L Ctr Wood Beige 0.0 OM 
56 Bedroom 1 0 Shelf Supt. L Ctr Wood Beige -0.1 OM 
57 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 OM 
58 Bedroom 2 A Wall U Rgt Gypsum Beige 0.0 OM 
59 Bedroom 2 A Baseboard L Ctr Wood Beige 0.0 OM 
60 Bedroom 2 A Door L Ctr L Ctr Wood Beige -0.1 OM 
61 Bedroom 2 A Door L Ctr Rgt casing Wood Beige 0.1 OM 
62 Closet 1 Ceiling L Lft Gypsum Beige 0.3 OM 
63 Closet 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
64 Closet 1 B Baseboard L Ctr Wood Beige 0.0 OM 
65 Closet 1 B Door L Ctr U Ctr Wood Beige 0.2 OM 
66 Closet 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
67 Closet 1 A Shelf L Ctr Wood Beige 0.0 OM 
68 Closet 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
69 Closet 2 Ceiling L Lft Gypsum Beige 0.2. OM 
70 Closet 2 B Wall U Ctr Gypsum Beige 0.0 OM 
71 Closet 2 B Baseboard L Lft Wood Beige 0.1 OM 
72 Closet 2 B Door L Ctr U Lft Wood Beige 0.1 OM 
73 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
74 Closet 2 C Shelf L Ctr Wood Beige 0.2 OM 
75 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.1 OM 
76 Closet 2 Attic Panel L Ctr Wood Beige -0.1 OM 
77 Closet 2 Panel Frame L Ctr Wood Beige -0.1 OM 
78 Stor. 1 Ceiling L Lft Concrete Beige -0.2 OM 
79 Stor. 1 B Wall L Ctr Concrete Beige 0.0 OM 
80 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 4.8 OM 
81 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 OM 
82 Exterior A A Threshold L Ctr Concrete Beige 0.4 OM 
83 Exterior A A Wall L Ctr Concrete Beige -0.2 OM 
84 Exterior A A Ext. Door L Ctr Rgt casing F Wood White 2.8 OM 
85 Exterior A A Door Trim L Ctr F Wood White 1.B OM 
86 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
87 Exterior A A Fence Inlay L Ctr Concrete White 0.4 OM 
88 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1661C 

Page 3 of 3 

Read Room 
F-‘, No. Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 
A Stor. Roof L Ctr I Concrete Beige 0.1 

90 Exterior A A 
91 Exterior A A 
92 Exterior A A 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Exterior C C 

100 CALIBRATION 
101 CALIBRATION 
102 CALIBRATION 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 

Fascia L Ctr 
Sofm L Ctr 
U. Facing L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Siding L Ctr 
Wall L Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Patio Fence L Ctr 

Wood 
Wood 
Concrete 
Wood 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 

White 
White 
Beige 
White 
White 
Beige 
Beige 
Beige 
Beige 
Beige 

1.5 
0.0 

-0.2 
1.5 
0.0 

-0.2 
-0.1 
2.4 

-0.1 
0.1 
0.7 
1.1 
1.0 
0.0 
0.1 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

“Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
r, -.. ., 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgicm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1661C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Stor. Roof L Ctr I Concrete Beige 0.1 OM 
90 Exterior A A Fascia L Ctr Wood White 1.5 OM 
91 Exterior A A Soffit L Ctr Wood White 0.0 OM 
92 Exterior A A U.Facing L Ctr Concrete Beige -0.2 OM 
93 Exterior C C Fascia L Ctr Wood White 1.5 aM 
94 Exterior C C Soffit L Ctr Wood White 0.0 aM 
95 Exterior C C Siding L Ctr Wood Beige -0.2 aM 
96 Exterior C C Wall L Ctr Concrete Beige -0.1 aM 
97 Exterior C C Door Trim L Ctr Wood Beige 2.4 OM 
98 Exterior C C Threshold L Ctr Concrete Beige -0.1 aM 
99 Exterior C C Patio Fence L Ctr Concrete Beige 0.1 aM 

100 CALIBRATION 0.7 Std 
101 CALIBRATION 1.1 Std 
102 CALIBRATION 1.0 Std 
103 CALIBRATION 0.0 Std 
104 CALIBRATION 0.1 Std 
105 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Supt. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1662B 

Page 1 of 3 

Read Room Paint Lead 
,‘-* No. Name Wall” Structure Location Member Cond. Substrate Color (mgkm”) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath I 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

I .,._ / 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living I 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 1 

B 
B 
D 
D 
D 
D 

D 
B 
B 
A 
B 

C 
C 
B 
B 

C 
A 
A 

C 
D 
D 
D 
B 
B 

A 
C 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 

L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY ,-:7, 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1.1 Std 
1 .o Std 

-0.1 Std 
0.0 Std 
0.0 Std 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.2’ QM 

-0.1 QM 
0.0 QM 
0.3 QM 

-0.3 QM 
0.0 QM 
0 . 2 . QM 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.0 QM 
0.4 QM 

-0.11 QM 
O.;! QM 

-0.71 QM 
0.7 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.0 QM 

-0:l QM 
0.3 QM 

-0.2 QM 
0.0 QM 
0.4 QM 
0.2 QM 

-0.1 QM 
0.3 QM 
0.1 QM 
0.:3 QM 

-0.:2 QM 
0.12 QM 
0.1 QM 
0.10 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16628 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION -0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall L etr Gypsum Beige -0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 0 Door L etr U Ut Wood Beige 0.3, OM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 0 Shelf Supt. L Ctr Wood Beige 0.3 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige -0.2. OM 
15 Bath 1 0 Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 B Door L etr U Lft Wood Beige 02 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
18 Bath 1 A Shelf L etr Wood Beige -0.1 OM 
19 Bath 1 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.4 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige -0.1; OM 
23 Closet 1 B Door L Ctr U Lft Wood Beige 02 OM 
24 Closet 1 B Door L Ctr Lft casing Wood Beige -0.11 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0:1 OM 
26 Mech Closet C Wall U Ctr Gypsum Beige 0.0 OM 
27 Mech Closet A Door L etr U Lft Wood Beige 0.0 OM 
28 Mech Closet A Door L Ctr Lft casing Wood Beige o.~~ OM 
29 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
30 Kitchen C Wall U Ctr Gypsum Beige 0.0 OM 
31 Kitchen 0 Baseboard L Ctr Wood Beige -0:1 OM 
32 Kitchen 0 Door L Ctr U Ctr Wood Beige 0.:3 OM 
33 Kitchen 0 Door L Ctr Rgt casing Wood Beige -O.:~ OM 
34 Kitchen B Cabinet L Ctr Wood Stain 0.0 OM 
35 Kitchen B Counter L Ctr Wood Stain 0.4 OM 
36 Living 1 Ceiling L Lft Gypsum Beige 0.2 OM 
37 Living 1 A Wall U Ctr Gypsum Beige -0 .. 1 OM 
38 Living 1 C Baseboard L Ctr Wood Beige 0.:3 OM 
39 Living 1 A Door L Ctr U Ctr Wood Beige 0.1 OM 
40 Living 1 A Door L Ctr Lft casing Wood Beige 0.:3 OM 
41 Living 1 A Flight L Ctr Wood Beige -0.:2 OM 
42 Living 1 A U. Molding L Ctr Wood Beige 0.:2 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige 0.1 OM 
44 Stair/Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16628 

Page 3 of 3 

Read Room 
-‘-‘*-x No. Name 

89 Bath 3 
90 Bath 3 
91 Bath 3 
92 Bath 3 
93 Bath 3 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Bedroom 4 
102 Bedroom 4 
103 Stor. 1 
104 Stor. 1 
105 Stor. 1 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
1 IO Exterior A 
111 Exterior A 

**h,. 112 Exterior A 
113 Exterior A 
114 Exterior A 
115 Exterior A 
116 Exterior A 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Exterior C 
127 Exterior C 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Ceiling L Lft I Gypsum Beige -0.2 QM 
D 
A 
C 
C 

D 
B 
A 
A 
C 
C 
A 
C 

C 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Wall U Rgt 
Baseboard L Rgt 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall U Ctr 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall U Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cov L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Fascia U Ctr 
Soffit U Ctr 
Win. Frame U Ctr 
U. Trim U Ctr 
Siding U Ctr 
Wall U Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

u Lft I 
Lft casing I 

I 
I 
I 

L Ctr I 
Rgt casing I 
Sill I 
Apron I 

Lft casing I 

Rgt casing P 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Vinyl Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 

128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 
133 CALIBRATION 

0.0 
0.2 
0.0 

-0.2 
-0.1 
0.0 
0.0 
0.2 
0.2 
0.0 
0.3 
0.0 
0.0 

-0.1 
0.4 
3.2 
0.0 
0.1 
0.1 
1.5 
1.5 
0.1 

-0.4 
0.2 
2.5 
0.3 

-0.1 
3.1 
0.1 
2.8 
2.4 
0.0 
0.2 
0.0 

-0.1 
0.0 

-0.1 
-0.1 
1 .o 
1 .o 
1 .o 
0.0 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16628 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 Ceiling L Lft I Gypsum Beige -0.2 OM 
90 Bath 3 0 Wall U Rgt I Gypsum Beige 0.0 OM 
91 Bath 3 A Baseboard L Rgt Vinyl Beige 0.2 OM 
92 Bath 3 C Door L Ctr U Lft Wood Beige 0.0 OM 
93 Bath 3 C Door L Ctr Lft casing Wood Beige -0.2 OM 
94 Bedroom 4 Ceiling L Lft Gypsum Beige -0.1 OM 
95 Bedroom 4 0 Wall U Ctr Gypsum Beige 0.0 OM 
96 Bedroom 4 B Baseboard L Ctr Wood Beige 0.0 OM 
97 Bedroom 4 A Door L Ctr L Ctr Wood Beige 0.2 OM 
98 Bedroom 4 A Door L Ctr Rgt casing Wood Beige 0.2 OM 
99 Bedroom 4 C Window L Ctr Sill Wood Beige 0.0 OM 

100 Bedroom 4 C Window L Ctr Apron Wood Beige 0.3 OM 
101 Bedroom 4 A Shelf L Ctr Wood Beige 0.0 OM 
102 Bedroom 4 C Shelf Supt. L Ctr Wood Beige 0.0 OM 
103 Stor. 1 Ceiling L Lft Concrete Beige -0.1 OM 
104 Stor. 1 C Wall U Ctr Concrete Beige 0.4 OM 
105 Stor. 1 0 Ext. Door L Ctr Lft casing Wood White 3.2 OM 
106 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 OM 
107 Exterior A A Threshold L Ctr Concrete Beige 0.1 OM 
108 Exterior A A Wall U Ctr Concrete Beige 0.1 OM 
109 Exterior A A Ext. Door L Ctr Rgt casing P Wood Beige 1.5 OM 
110 Exterior A A Door Trim L Ctr Wood Beige 1.5 OM 
111 Exterior A A Patio Fence L Ctr Concrete Beige 0.1 OM 
112 Exterior A A Fence Inlay L Ctr Concrete White -0.4 OM 
113 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.2 OM 
114 Exterior A A Fascia L Ctr Wood White 2.5 OM 
115 Exterior A A Soffit L Ctr Wood White 0.3 OM 
116 Exterior A A U. Facing L Ctr Concrete Beige -0.1 OM 
117 Exterior C C Fascia U Ctr Wood White 3.1 OM 
118 Exterior C C Soffit U Ctr Wood White 0.1 OM 
119 Exterior C C Win. Frame U Ctr Wood Beige 2.8 OM 
120 Exterior C C U. Trim U Ctr Wood Beige 2.4 OM 
121 Exterior C C Siding U Ctr Wood Beige 0.0 OM 
122 Exterior C C Wall U Ctr Concrete Beige 0.:2: OM 
123 Exterior C C Door Trim L Ctr Wood Beige 0.0 OM 
124 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
125 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
126 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
127 Exterior C C Stor. Roof L Ctr Concrete Beige -0.1 OM 
128 CALIBRATION 1.0 Std 
129 CALIBRATION 1.0 Std 
130 CALIBRATION 1.0 Std 
131 CALIBRATION 0.0 Std 
132 CALIBRATION 0.0 Std 
133 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1663A 

Read Room Paint Lead 
,*=-; No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

1 CALIBRATION 41 
I .L Std 

2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Closet 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

..-.. 24 Mech Closet 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Stair/Hall 2 
44 Stair/Hall 2 

C 
D 
D 
D 
B 
A 

A 
D 
D 
D 

C 
C 
D 
D 

C 
B 
B 

C 
A 
B 
B 
D 
D 

C 
C 
A 
C 
A 
A 
A 

B 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 
Wall 

L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L ctr 
L Lft 
U Ctr 
1 ctr 
L Ctr 
L Lft 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 

U Ctr I 
Rgt casing I 

u Lft I 
Lft casing I 

I 
I 
I 
I 

u Lft I 
Lft casing I 

I 
I 

u Lft I 
Lft casing I 

U Ctr I 
Rgt casing I 

u Lft I 
Lft casing I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY ,._ _ .~ 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

0.9 
1.2 
0.1 
0.2 
0.0 
0.3 
0.4 

-0.1 
0.1 
0.3 
0.0 

-0.1 
0.3 
0.2 
0.1 
0.2 
0.1 
0.0 
0.3 
0.1 

-0.1 
-0.1 
0.0 

-0.1 
0.0 
0.2 
0.1 
0.1 
O.Cl 
0.2: 
0.0 
0.0 
0.0 
0.3 

-0.3 
0.0 
0.3 
1 .o 
0.1 
0.1 
0.0 
0.0 
0.0 

Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1663A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.2 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 1.2 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Rgt Gypsum Beige 0.3 OM 
8 Hall 1 C Wall U Ctr Gypsum Beige 0.4 OM 
9 Hall 1 0 Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 0 Door L Ctr U Ctr Wood Beige 0.1 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.3 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.0 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.3 OM 
15 Bath 1 A Wall U Ctr Gypsum Beige 0.2 OM 
16 Bath 1 0 Door L Ctr U Lft Wood Beige 0.1 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
18 Bath 1 0 Baseboard L Lft Wood Beige 0.1 OM 
19 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
20 Closet 1 C Wall U Rgt Gypsum Beige 0.3 OM 
21 Closet 1 C Baseboard L Ctr Wood Beige 0.1 OM 
22 Closet 1 0 Door L Ctr U Lft Wood Beige -0.1 OM 
23 Closet 1 0 Door L Ctr Lft casing Wood Beige -0.1 OM 
24 Mech Closet Ceiling L Rgt Gypsum Beige 0.0 OM 
25 Mech Closet C Wall U Ctr Gypsum Beige -0.1 OM 
26 Mech Closet B Door L Ctr U Lft Wood Beige 0.0 OM 
27 Mech Closet B Door L Ctr Lft casing Wood Beige 0.2 OM 
28 Kitchen Ceiling L Lft Gypsum Beige 0.1 OM 
29 Kitchen C Wall U Ctr Gypsum Beige 0.1 OM 
30 Kitchen A Baseboard L Ctr Wood Beige 0.0 OM 
31 Kitchen B Door L Ctr U Ctr Wood Beige 0.2: OM 
32 Kitchen B Door L Ctr Rgt casing Wood Beige 0.0 OM 
33 Kitchen 0 Cabinet L Ctr Wood Stain 0.0 OM 
34 Kitchen 0 Counter L Ctr Wood Stain 0.0 OM 
35 Living 1 Ceiling L Lft Gypsum Beige 0.2: OM 
36 Living 1 C Wall U Ctr Gypsum Beige -0.2: OM 
37 Living 1 C Baseboard L Ctr Wood Beige 0.0 OM 
38 Living 1 A Door L Ctr U Lft Wood Beige O.~~ OM 
39 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.0 OM 
40 Living 1 A Flight L Ctr Wood Beige 0.1 OM 
41 Living 1 A U. Molding L Ctr Wood Beige 0.1 OM 
42 Living 1 A Balust. Beam L Ctr Wood Beige 0.0 OM 
43 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.0 OM 
44 Stair/Hall 2 8 Wall U Ctr Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walts are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 
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Read Room Paint Lead 

46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Bath 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 
68 Bedroom 1 
69 Bedroom 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
r 0.2 QM E 
C 
C 

A 
A 

B 
B 
B 
B 
C 

C 
A 
C 
C 

D 
B 
B 
B 
A 
B 

D 
C 
A 
A 
C 
C 
A 
B 

B 
D 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 

L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Lft 

Wood 
Newel post 

Balusters 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L ctr 
L Ctr 
L Lft 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Vinyl 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 

Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.3 QM 
0.2 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
1.4 QM 
0.0 QM 

-0.2 QM 
0.1 QM 

-0.1 QM 
0.3 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.3. QM 
0.3, QM 

-0.2. QM 
0.2: QM 

-0.1 QM 
0.3 QM 
0.3 QM 
0.3 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.0 QM 

.-‘“*- No. Name 
45 Stair/Hall 2 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,-’ ” , 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
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Unit 1663A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Baseboard L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige 0.3 OM 
47 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige 0.2 OM 
48 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
49 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 OM 
50 Stair/Hall 2 Stairs Riser Wood Stain -0.1 OM 
51 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
52 Stair/Hall 2 Raifing L Ctr Railing Wood Stain 0.1 OM 
53 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
54 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.2 OM 
55 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
56 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 A Door L Ctr U Lft Wood Beige 0.1 OM 
58 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.3 OM 
59 Bath 2 Ceiling L Lft Gypsum Beige 0.1 OM 
60 Bath 2 B Wall L Ctr Gypsum Beige 0.0 OM 
61 Bath 2 B Door L Ctr U Lft Wood Beige 0.2 OM 
62 Bath 2 B Door L Ctr Lft casing Wood Beige -0.1 OM 
63 Bath 2 B Baseboard L Ctr Wood Beige 0.0 OM 
64 Bath 2 C Baseboard L Ctr Vinyl Beige 1.4 OM 
65 Bedroom 1 Ceifing L Rgt Gypsum Beige 0.0 OM 
66 Bedroom 1 C Wall U Ctr Gypsum Beige -0.2 OM 
67 Bedroom 1 A Baseboard L Ctr Wood Beige 0.1 OM 
68 Bedroom 1 C Door L Ctr U Lft Wood Beige -0.1 OM 
69 Bedroom 1 C Door L Ctr Lft casing Wood Beige 0.3 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige -0.1 OM 
71 Closet 2 0 Wall L Ctr Gypsum Beige 0.0 OM 
72 Closet 2 B Baseboard L Lft Wood Beige 0.1 OM 
73 Closet 2 B Door L Ctr U Lft Wood Beige 0.3 OM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige 0.3 OM 
75 Closet 2 A Shelf L Ctr Wood Beige -0.2 OM 
76 Closet 2 B Shelf Supt. L Ctr Wood Beige 0.2: OM 
77 Bedroom 2 Ceiling L Lft Gypsum Beige -0.1 OM 
78 Bedroom 2 0 Wall U Ctr Gypsum Beige 0.3; OM 
79 Bedroom 2 C Baseboard L Ctr Wood Beige 0.3, OM 
80 Bedroom 2 A Door L Ctr U Lft Wood Beige 0.3; OM 
81 Bedroom 2 A Door L Ctr Lft casing Wood Beige -0.1 OM 
82 Bedroom 2 C Window L Ctr Sill Wood Beige 0.0 OM 
83 Bedroom 2 C Window L Ctr Apron Wood Beige 0.0 OM 
84 Bedroom 2 A Shelf L Ctr Wood Beige 0.1 OM 
85 Bedroom 2 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
86 Bedroom 3 Ceiling L Rgt Gypsum Beige 0.0 OM 
87 Bedroom 3 B Wall L Ctr Gypsum Beige O.~I OM 
88 Bedroom 3 0 Baseboard L Ctr Wood Beige 0.0 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. :0 Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1663A 

Page 3 of 3 

Read 
‘-*. No. 

Room 
Name 

Paint Lead 
Wall* Structure location Member Cond. Substrate Color (mg/cm2) Mode 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Stor. 1 
96 Stor. 1 
97 Stor. 1 
98 Exterior A 
99 Exterior A 

? 00 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior B 
110 Exterior B 
111 Exterior B 

,rn. _\ 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 

A 
A 
C 
C 
A 
B 

C 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall L Ctr 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall L Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Door Trim L Ctr 
A/C Line Cov. L Ctr 
Fascia L Ctr 
Soffit L Ctr 
U. Facing L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Wall L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding L Ctr 
Wall L Ctr 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Stor. Roof L Ctr 

u Lft I 
Lft casing I 
Sill I 
Apron I 

I 

I 
I 

Lft casing I 

I 

Lft casing I 
I 
I 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C wails are labelled in a clockwise fashion.) 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Wood Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Beige 
Concrete Beige 

0.2 QM- 
0.1 QM 
0.0 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.1 QM 
3.1 QM 

-0. I QM 
-0.1 QM 
0.0 QM 
2.6 QM 
2.3 QM 

-0.1 QM 
-0.1 QM 
0.4 QM 
1 .Ei QM 

-0. II QM 
0.3 QM 
1.3 QM 
0.l QM 

-O.‘l QM 
2.0 QM 
0.l QM 
2.0 QM 
0.2 QM 
0.0 QM 
0.2 QM 
3.3 QM 
0.1 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
1 .I0 Std 
1.1 Std 
1.0 Std 
0.2 Std 
0.1 Std 
0.0 Std 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P=Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1663A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 A Door L Ctr U Lft 1 Wood Beige 0.2 OM 
90 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.1 OM 
91 Bedroom 3 C Window L Ctr Sill Wood Beige 0.0 OM 
92 Bedroom 3 C Window L Ctr Apron Wood Beige -0.1 OM 
93 Bedroom 3 A Shelf L Ctr Wood Beige 0.3 OM 
94 Bedroom 3 B Shelf Supt. L Ctr Wood Beige 0.0 OM 
95 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
96 Stor. 1 C Wall L Ctr Concrete Beige 0.1 OM 
97 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 3.1 OM 
98 Exterior A A Stoop Ceil. L Ctr Concrete Grey -0.1 OM 
99 Exterior A A Threshold L Ctr Concrete Grey -0.1 OM 

100 Exterior A A Wall L Ctr Concrete Grey 0.0 OM 
101 Exterior A A Ext. Door L Ctr Lft casing Wood White 2.6 OM 
102 Exterior A A Door Trim L Ctr Wood White 2.2~ OM 
103 Exterior A A Patio Fence L Ctr Concrete Beige -0.1 OM 
104 Exterior A A Door Trim L Ctr Concrete White -0.1 OM 
105 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.4 OM 
106 Exterior A A Fascia L Ctr Wood White u; OM 
107 Exterior A A Soffit L Ctr Wood White -0.11 OM 
108 Exterior A A U.Facing L Ctr Concrete Grey O.~\ OM 
109 Exterior B B Fascia L Ctr Wood White 1.~! OM 
110 Exterior B B Soffit L Ctr Wood White 0:1 OM 
111 Exterior B B Wall L Ctr Concrete Grey -0:1 OM 
112 Exterior C C Fascia L Ctr P Wood White 2.0 OM 
113 Exterior C C Soffit L Ctr I Wood White 0:1 OM 
114 Exterior C C Win. Frame L Ctr Wood Grey 2.0 OM 
115 Exterior C C U. Trim L Ctr Wood Grey 0.2 OM 
116 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
117 Exterior C C Wall L Ctr Wood Grey 0.2 OM 
118 Exterior C C Door Trim L Ctr P Wood White 3.:3 OM 
119 Exterior C C Threshold L Ctr Concrete Grey 0.1 OM 
120 Exterior C C Overhang L Ctr Wood Grey -0.1 OM 
121 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
122 Exterior C C Stor. Roof L Ctr Concrete Beige -0.1 OM 
123 CALIBRATION 1.0 Std 
124 CALIBRATION 1.1 Std 
125 CALIBRATION 1.0 Std 
126 CALIBRATION 0.2 Std 
127 CALIBRATION 0.1 Std 
128 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact Balus!. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Sup!. = Support 

Std = 30 Second Mode Stor. = Storage 

No. = Number 

Cond. = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Appendix C --- Represen ta five Photographs of Identified LB P 
Components 

Appendix C --- Representative Photographs of Identified LBP 
Components 
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Representative Photographs of Identified Lead Based Paint Components 

Component Type: Vinyl Baseboard 

Component Type: Wood Exterior Door Casings 



Representative Photographs of Identified Lead Based Paint Components 

Component Type: Wood Exterior Door Trim 

Component Type: Wood Fascia 

Representative Photographs of Identified Lead Based Paint Components 

Component Type: Wood Exterior Door Trim 

Component Type: Wood Fascia 



Representative Photographs of Identified Lead Based Paint Components 

Component Type: Wood Exterior WilldowTrim 

Component Typl': Wood Upper Trim 



I<epresmt:iti\~e I’hotogr:rplls of Identified I,e:ld klsed 1’2int Conlponents 

Component Type: Yellow Parking Strip 

Compownt Typo: Red Manhole Cover 

Representative Photographs of Identified Lead Based Paint Components 

COlllponent Type: Yellow Parking Strip 

Component Type: Red Manhole Cover 



Appendix D --- Laboratory Report for Soil Sample Analysis 
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Appendix D --- Laboratory Report for Soil Sample Analysis 
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Field Sampling Form for Soil 
(Composite Sampling Only) 

Page 1 of 2 

Sampled by: Kevin Bailey 

Name of Property: Naval Family Housina 

Property Address/Location: Poinciana Plaza. Kev West. Florida 

Sample number Location Bare or covered Lab result (mglkg) 
BR-1 Brunson Court Bare 81.7 

BR-2 Brunson Court Bare 89.0 

MO-l Morgan Court Bare 287 

MO-2 Morgan Court Bare 81.1 

EL-l Ellsberg Court Bare 136 

EL-2 Ellsberg Court Bare 42.5 

SH-1 Sholtz Court Bare 54.1 

SH-2 Sholtz Court Bare 43.8 

RE-1 Reordan Court Bare 83.9 

RE-2 Reordan Court Bare 134 

FL-l Flagg Court Bare 67.4 

FL-2 Flagg Court Bare . 162 

TR-1 Truesdale Court Bare 118 

TR-2 Truesdale Court Bare 72.4. 

Collect only the top l/2 inch of soil. EPA recommended corrective action residential soil lead screening level: 400 mg/kg 

Total number of samples on this page 14 

Date of sample collection 09 / 30 / 96 Date shipped to lab IO / 01 / 96 

Laboratory Name: Analvtical Environmental Services international, Inc. 

Field Sampling Form for Soil 
(Composite Sampling Only) 

Page 1 of 2 

Sampled by: "-,K~e...!...vl,-,-,·n,-,B=a,,,-,i=le<..J.Y ______________ _ 

Name of Property: Naval Family Housing 

Property Address/Location: Poinciana Plaza. Key West. Florida 

Sample number Location Bare or covered 
BR-1 Brunson Court Bare 

BR-2 Brunson Court Bare 

MO-1 Morgan Court Bare 

MO-2 Morgan Court Bare 

EL-1 Ellsberg Court Bare 

EL-2 Ellsberg Court Bare 

SH-1 Sholtz Court Bare 

SH-2 Sholtz Court Bare 

RE-1 Reardan Court Bare 

RE-2 Reordan Court Bare 

FL-1 Flagg Court Bare 

FL-2 Flagg Court Bare 

TR-1 Truesdale Court Bare 

TR-2 Truesdale Court Bare 

Lab result (mg/kg) 
81.7 

89.0 

287 

81.1 

136 

42.5 

54.1 

43.8 

83.9 

134 

67.4 

162 

118 

72.4 

Collect only the top 1/2 inch of soil. EPA recommended corrective action residential soil lead screening level: 400 mg/kg 

Total number of samples on this page ___ ..... 1 ..... 4 ___ _ 

Date of sample collection ..JllL/~/~ Date shipped to lab 10 / ~j 96 

Laboratory Name: Analytical Environmental Services International. Inc. 



Field Sampling Form for Soil 
(Composite Sampling Only) 

Page 2 of 2 

Sampled by: Kevin Bailey 

Name of Property: Naval Familv Housina 

Property Address/Location: Poinciana Plaza. Key West. Florida 

Sample number Location Bare or covered Lab result (mg/kg) 
SP-I Spalding Court Bare 76.2 

SP-2 Spalding Court Bare 81.9 

PL-1 Playground Bare 33.8 

PL-2 Playground Bare 32.7 

BB-1 Basketball Area Bare 154 

--- --- --- s-m 

--- --- --- --- 

--- -- _-- -mm 

--- -- --- -mm 

--- w-e _-- --_ 

--- --.. --_ --- 

--- --- --- _-- 

Collect only the top l/2 inch of soil. EPA recommended corrective action residential soil lead screening level: 400 mg/kg 

Total number of samples on this page 5 

Date of sample collection 09 / 30 / 96 Date shipped to lab 10 / 01 I 96 

I ‘-Y 
Laboratory Name: Analvtical Environmental Services International. Inc. _ 

Sampled by: Kevin Bailey 

Field Sampling Form for Soil 
(Composite Sampling Only) 

Page 2 of 2 

Name of Property: Naval Family Housing 

Property Address/Location: Poinciana Plaza, Key West. Florida 

Sample number Location Bare or covered 
SP-1 Spalding Court Bare 

SP-2 Spalding Court Bare 

PL-1 Playground Bare 

PL-2 Playground Bare 

BB-1 Basketball Area Bare 

--- --- ---

--- --- ---

--- --- ---

--- --- ---

--- -- ---

--- -- ---

--- --- ---

--- --- ---

--- --- ---

Lab result (mg/kg) 
76.2 

81.9 

33.8 

32.7 

154 

---

---

---

---

---

---

---

---

---

Collect only the top 1/2 inch of soil. EPA recommended corrective action residential soil lead screening level: 400 mg/kg 

Total number of samples on this page ___ ~5.!..-___ _ 

Date of sample collection .-lliLI~/~ Date shipped to lab 10 / 01 f 96 

Laboratory Name: Analytical Environmental Services International. Inc. 



,,_ cII:^i.“:.. . . . . “,i.->:“-* ,-,. :.j.“,vzz;.; (.‘, :~:~T..t,.C.I.~.:.- : :... 
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_.,. y  ,.,,. _ ..,._:. “):.;.’ : :,.. :.;,;,,~.-i...~,~o,~,:~~,:.!.!. 

‘ANALYTICAL ENVIRONMENTAL SERVICES INTERNATIONAL, INC. 
Cd Y Taste 50 

Suite 3A 

Hato Rey, PR 00918 

r--Ph. (787) 753-3431 

:. ..: “.-;.:i : 1.2” ,... ...‘.->;sr ,.,. <>:.-< ,_, >,-+.* . .._ *,.. 

ELI’AT 20767 
PAT 20167 

ELAP 11583 

NVJAP 200051-0 

Fax (787) 281-6669 ANALYTICAL 
REPORT 

Client : 

Project : 

CAPE Environmental 
2302 Park Lake Drive, Suite ZOO, Atlanta, GA 
Key West 

Date Received: 1 O/4/96 
Date Analyzed: 10/8/96 

Lab Project # : PRC01329 

Sample 
LD. 

BR-1 
BR-2 
MO-1 
MO-2 
EL-l 
EL-2 
SH-1 
SH-2 
RE-1 

r/-“* RE-2 
‘L-l 
x-2 
x-1 
x-2 
;P-1 
;P-2 
‘L-l 
‘L-2 
3asketbaU Area 

Laboratory Sample Description 
LD. 

18506 Brunson Court 
18507 Brunson Court 
18508 Morgan Court 
18509 Morgan Court 
18510 Ellsberg Court 
18511 Ellsberg Court 
18512 Sholtz Court 
18513 Sholtz Court 
18514 Reordan Court 
18515 Reordan Court 
18516 Flagg Court 
18517 Flagg Court 
18518 Truesdale Court 
18519 Truesdale Court 
18520 Spalding Coult 
18521 Spalding Court 
18522 Playground 
18523 Playground 
18524 

*MDL - Method Detection Limit. 

L 

@‘PROVED BY : I 

REVIEWEDBY : 

Analysis 
Performed 

lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 
lead 

A 

Results Units 

81.7 
89.0 
287 
81.1 
136 
42.5 
54.1 
43.8 
83.9 
134 
67.4 
162 
118 
72.4 
76.2 
81.9 
33.8 
32.7 
154 

-- 
MDE” 

-- 
2.3 
1.6 
2.3 
1.9 
2.0 
2.5 
1.9 
1.9 
l.!J 
2.0 
2.1 
2.1 
1.9 
1.9 
1.7 
1.7 
1.8 
1.6 
1.8 

Method 

305OAI742 1 
305OAf7421 
305ON7421 
305ON7421 
305OAf7421 
305OAi7421 
305ON742 1 
305OAl7421 
305OAl7421 
305ON742 1 
305OAi7421 
305OAf7421 
305OAJ7421 
305OAi7421 
305OAl7421 
305OAl7421 
305OAi742 1 
305OA1’7421 
305OAl7421 

DATE: 

'2\.NALYTICAL ENVIRONMENTAL SERVICES INTERNATIONAL, INC. 
CoU Y Toste 5Q 

Suite3A 

Hato Rey, PR 00918 

/~~Ph. (187) 753-3431 

Fax (787) 281.{}669 

Client: 

Project: 
Lab Project # : 

Sample 
LD. 

BR-l 
BR-2 
MQ-l 
MQ-2 
EL-l 
EIr2 
SH-I 
SH-2 
RE-l 

/""'", RE-2 

FIA 
FL-2 
TR-l 
TR-2 
SP-l 
SP-2 
PIrI 
PL-2 
Basketball Area 

CAPE Environmental 
2302 Park Lake Drive, Suite 200, Atlanta, GA 
Key West 
PRC01329 

Laboratory Sample Description Analysis 
LD. Perlormed 

18506 Brunson Court lead 
18507 Brunson Court lead 
18508 Morgan Court lead 
18509 Morgan Court lead 
18510 Ellsberg Court lead 
18511 Ellsberg Court lead 
18512 Sholtz Court lead 
18513 Sholtz Court lead 
18514 Reordan Court lead 
18515 Reordan Court lead 
18516 Flagg Court lead 
18517 Flagg Court lead 
18518 Truesdale Court lead 
18519 Truesdale Court lead 
18520 Spalding Court lead 
18521 Spalding Court lead 
18522 Playground lead 
18523 Playground lead 
18524 lead 

*MDL - Method Detection Limit. 

APPROVED BY ~~ ----
REVIEWED BY ~ -

Results 

8l.7 
89.0 
287 
81.1 
136 
42.S 
54.1 
43.8 
83.9 
134 
67.4 
162 
118 
72.4 
76.2 
81.9 
33.8 
32.7 
154 

DATE: 

DATE: 

ELPAT 
PAT 

ELAP 

NVLAI' 

20767 

20767 

11583 

200051-0 

ANAL YlfICAL 
REPORT 

Date Received: 10/4/96 

Date Analyzed: 10/8/96 

Units MDL* Method 

mgIKg 23 3050N7421 
mg/Kg 1.6 3050N7421 
mg/Kg 2.3 3050N7421 
mg/Kg l.9 3050N7421 
mg/Kg 2.0 3050N7421 
mg/Kg 2.5 30S0Al7421 
mg/Kg l.9 3050Al7421 
mg/Kg 1.9 3050N7421 
mgIKg 1.9 3050Al7421 
mgIKg 2.0 3050N7421 
mgIKg 2.1 3050N7421 
mg/Kg 2.1 3050Al7421 
mg/Kg 1.9 3050Al7421 
mgIKg 1.9 3050Al7421 
mg/Kg 1.7 3050N7421 
mg/Kg 1.7 3050Al7421 
mgIKg 1.8 3050N7421 
mgIKg 1.6 3050N7421 
mg/Kg 1.8 3050Al7421 

Ie!) ( I) )~ 

IO/lSJq~ 



Appendix E --- Laboratory Report for Faint Chip Sample 
Analysis 

Appendix E --- Laboratory Report for Paint Chip Sample 
Analysis 
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Field Sampling Form for Paint Chips 
Page 1 of 1 

Sampled by: Kevin Bailey & Sudhir Pyapali 

Name of Property: Naval Familv Housina 

Property Address/Location: Poinciana Plaza. Key West. Florida 

Sample number Location 

BB-2 Basketball Court 

BB-3 Basketball Court 

1641A-1 Unit 1641A 

1624A-1 Unit 1624A 

1616C-1 Unit 1616C 

1614A-1 Unit 1614A 

1625C-1 Unit 162X 

HUD interim standard: 0.5% by weight, 5,000 pglg or 1 mgkm’. 

Sample a// layers of paint, avoid including substrate. 

Total number of samples on this page 

Building Lead (% by weight, 
Component i-4&, or wkm2) 

Basketball goal post 0.026 % by weight 

Basketball goal post 0.026 % by weight 

Shelf Support 0.217 % by weight 

Upper Trim 7.81 % by weight 

Upper Trim 0.261 % by weight 

Upper Trim 0.005 % by weight 

Upper Trim 1.81 % by weight 

7 

Date of sample collection 11 / 25 / 96 Date shipped to lab 11 / 25 / 96 

Laboratory Name: Analytical Environmental Services International. Inc. 

Field Sampling Form for Paint Chips 
Page 1 of 1 

Sampled by: Kevin Bailey & Sudhir Pyapali 

Name of Property: Naval Family Housing 

Property Address/Location: Poinciana Plaza, Key West. Florida 

Sample number Location Building 
Component 

BB-2 Basketball Court Basketball goal post 

BB-3 Basketball Court Basketball goal post 

1641A-1 Unit 1641A Shelf Support 

1624A-1 Unit 1624A Upper Trim 

1616C-1 Unit 1616C Upper Trim 

1614A-1 Unit 1614A Upper Trim 

1625C-1 Unit 1625C Upper Trim 

HUD interim standard: 0.5% by weight, 5,000 Ilg/g or 1 mg/cm2
• 

Sample aI/layers of paint, avoid including sUbstrate. 

Tbtal number of samples on this page __ ~7. __ _ 

Lead (% by weight, 
1-19/g, or mgl/cm2

) 

0.026 % by weight 

0.026 % by weight 

0.217 % by weight 

7.81 % by weight 

0.261 % by weight 

0.005 % by weight 

1.81 % by weight 

Date of sample collection _1_1_/ ~/ ~ Date shipped to lab 11 / 25 /_ 96 

Laboratory Name: Analytical Environmental Services International. Inc. 



ANALYTICAL ENVIRONMENTAL SERVICES INTERNATIONAL, INC. 
Coil To& 50 y 
Suite 3A ,“‘.b, 

‘ato Rey, PR 00918 

Ph. (787) 753-3431 

ELPAT 20767 

PAT 20767 

ELAP 11583 

NVLAP 2ooo51-0 

Far (787) 281-6669 ANALYTICAL 
REPORT 

Client : Cape Environmental Date Received: 1 l/25/96 
5796 Honker Avenue, Suite 607, Orlando, FL Date Analyzed: 1212196 

Project : Key West Page: 1 of 1 
Lab Project # : PRCO1470 

Sample 
LD. 

BB-2 
BB-3 
1641A-1 
1624A-1 
1616C-1 
1614A-1 
162X-l 

1 
*MDL - Method Detection Limit 

k*Analytical Method: “EPA Standard Operating Procedures for Lead in Paint by Hotplate or Microwave Based Acid 
Digestion and Atomic Absorption or Inductively Coupled Plasma Emission Spectroscopy”, September, 199 1. 

Laboratory 
LD. 

24175 
24176 
24177 
24178 
24179 
24180 
24181 

Sample Description 

N/A 
N/A 
N/A 
N/A 
N/A 
N/A 
N/A 

Analysis Results 
Performed 

lead 0.026 
lead 0.026 
lead 0.217 
lead 7.81 
lead 0.261 
lead 0.005 
lead 1.81 

Units 
-- 

MDL,* 

weight % 
weight % 
weight % 
weight % 
weight % 
weight % 
weight % 

-- 
0.00:3 
0.010 
0.003 
0.0213 
0.00:3 
0.003 
0.03 1 

Method 

** 
** 
** 
** 
** 
** 
** 

4PPROVED BY 

Ady Padan, Technical Director 
John Calderon, QA/QC QfIicer 

DATE: /2 /3,)96 

ANALYTICAL ENVIRONMENTAL SERVICES INTERNATIONAL, INC. 
Coll y Toste 50 

Suite 3A 
/'-~"",,, 

ELPAT 
PAT 

ELAP 
NVLAP 

20767 

20767 

11583 

200051-0 

/"W'~ 

'aOO Rey, PR 00918 

Ph. (787) 753-3431 

Fax (787) 281-6669 

Client: 

Project: 
Lab Project # : 

Sample 

LD. 
BB-2 
BB-3 
1641A-l 
1624A-I 
16l6C-l 
16l4A-1 
1625C-l 

Cape Environmental 
5796 Hoffner Avenue, Suite 607, Orlando, FL 
Key West 
PRC01470 

Laboratory Sample Description Analysis 

LD. Performed 
24175 N/A lead 
24176 N/A lead 
24177 N/A lead 
24178 N/A lead 
24179 N/A lead 
24180 N/A lead 
24181 N/A lead 

*MDL - Method Detection Limit 

ANALYlfICAL 
REPC.RT 

Date Received: 
Date Analyzed: 
Page: 1 ----

Results Units 

0.026 weight % 
0,026 weight % 
0,217 weight % 
7.81 weight % 

0,261 weight % 
0,005 weight % 
1.81 weight % 

11/25/96 
12/2/96 

of 

MDL* 

0,003 
0,010 
0,003 
0,029 
0,003 
0,003 
0.031 

1 

Method 

** 
** 
** 
** 
** 
** 
** 

** Analytical Method: "EPA Standard Operating Procedures for Lead in Paint by Hotplate or Microwave Based Add 
Digestion and Atomic Absorption or Inductively Coupled Plasma Emission Spectroscopy", September, 1991. 

APPROVED BY 4t~ DATE: 12 b It6 
I 

Ady Padan, Technical Director 

John Calderon, QAlQC Officer 

. 

I 
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Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633D 

Read 
“*‘-, No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mn/cm2) Mode 

2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall I 
11 Hall 1 
12 Bath 1 
13 Bath 1 
14 Bath 1 
15 Bath 1 
16 Closet 1 
17 Closet 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

_r.--. 24 Mech Closet 
25 Kitchen 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Living 1 
33 Living 1 
34 Living 1 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

B 
D 
D 
D 

B 
B 
B 

C 
C 
B 
B 

C 
D 
D 

C 
C 
C 
C 
C 
C 

C 
C 
A 
C 
A 
A 
A 

A 
A 
C 
C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 

L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Rgt 
L Lft 
L Lft 

u Lft 
Lft casing 

L Ctr 
Lft casing 

U Rgt 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

Newel post 
Balusters 

Gypsum 
Gypsum 
Wood 
Wood 
W.ood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 6, and C walls are labelled in a clockwise fashion.) 

KEY 
,d - -_, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

1 .a, Std 
0.9~ Std 
0.1 Std 
0.2 Std 
0.2 Std 
0.C) QM 
0.2% QM 
0.21 QM 
0.4. QM 
0.3 QM 
0.3 QM 
O.i! QM 
0.1 QM 
0.1 QM 
0 -2 .cP QM 
0.4. QM 
0.0 QM 
0.3 QM 
0.21 QM 
0.1 QM 
0.3 QM 
0.3 QM 
0.5 QM 
0.3 QM 
0.4 QM 
O.?l QM 
O.<l QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.5 QM 
0.4 QM 
0.2 QM 

-0.l QM 
1.3 QM 
O.‘l QM 
0. ‘I QM 
0.3 QM 
0.2 QM 
0.4 QM 
0.:3 QM 
0.:3 QM 
0.0 QM 

Lfi. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16330 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION O.B Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.2 Std 
6 CALIBRATION 0.2: Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 QM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.3, QM 
9 Hall 1 0 Baseboard L Ctr Wood Beige 0.3, QM 

10 Half 1 0 Door L Ctr U Lft Wood Beige 0.4 QM 
11 Hall 1 0 Door L Ctr Lft casing Wood Beige 0.3; QM 
12 Bath 1 Ceiling L Rgt Gypsum Beige 0.2; QM 
13 Bath 1 B Wall U Ctr Gypsum Beige 0.2 QM 
14 Bath 1 B Door L Ctr L Ctr Wood Beige 0.1 QM 
15 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 QM 
16 Closet 1 Ceiling L Lft Gypsum Beige O.~) QM 
17 Closet 1 C Wall U Ctr Gypsum Beige 0.4 QM 
18 Closet 1 C Baseboard L Ctr Wood Beige 0.0 QM 
19 Closet 1 B Door L Ctr U Rgt Wood Beige O.~I QM 
20 Closet 1 B Door L Ctr Rgt casing Wood Beige 0.2 QM 
21 Mech Closet Ceiling L Lft Gypsum Beige 0.1 QM 
22 Mech Closet C Wall U Ctr Gypsum Beige O.~I QM 
23 Mech Closet 0 Door L Ctr U Ctr Wood Beige O.~I QM 
24 Mech Closet 0 Door L Ctr Rgt casing Wood Beige O.~j QM 
25 Kitchen Ceiling L Rgt Gypsum Beige 0.3 QM 
26 Kitchen C Wall U Ctr Gypsum Beige 0.4 QM 
27 Kitchen C Baseboard L Ctr Wood Beige 0.11 QM 
28 Kitchen C Door L Ctr U Ctr Wood Beige O.~I QM 
29 Kitchen C Door L Ctr Rgt casing Wood Beige 0.0 QM 
30 Kitchen C Cabinet L Ctr Wood Beige 0.2 QM 
31 Kitchen C Counter L Ctr Wood Beige 0.0 QM 
32 Living 1 Ceiling L Lft Gypsum Beige O.t; QM 
33 Living 1 C Wall U Ctr Gypsum Beige 0.4 QM 
34 Living 1 C Baseboard L Ctr Wood Beige 0.2 QM 
35 Living 1 A Door L Ctr U Ctr Wood Beige -0:1 QM 
36 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 1.~3 QM 
37 Living 1 A Flight L Ctr Wood Beige 0:1 QM 
38 Living 1 A U. Molding L Ctr Wood Beige 0:1 QM 
39 Living 1 A Balust. Beam L Ctr Wood Beige 0.3 QM 
40 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 QM 
41 Stair/Hall 2 A Wall U Ctr Gypsum Beige 0.4 QM 
42 Stair/Hall 2 A Baseboard L Rgt Wood Beige 0.:3 QM 
43 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.:3 QM 
44 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.0 QM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16331) 

Read 
*“-. No . 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

45 Stair/Hail 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Bath 2 
58 Bath 2 
59 Bath 2 
60 Bath 2 
61 Bedroom 1 
62 Bedroom 1 
63 Bedroom 1 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

,*. ., 68 Bedroom 2 
69 Bedroom 2 
70 Bedroom 2 
71 Bedroom 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 3 
76 Bedroom 3 
77 Bedroom 3 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bath 3 
85 Bath 3 
86 Bath 3 
87 Bath 3 
88 Bedroom 4 

A 
A 
B 

D 
D 
D 

B 
A 
B 
B 
B 
B 

B 
C 
D 
D 
D 
D 

D 
B 
A 
A 
C 
C 
D 
D 

C 
C 
C 

Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 

L Ctr 
L Lft 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Lft 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

L Ctr 
Lft casing 

U Rgt 
Lft casing 

U Ctr 
Lft casing 

U Rgt 
Lft casing 
Sill 
Apron 

u Lft 
Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

‘Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C wails are labelled in a clockwise fashion,) 

* .17c 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 16330 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 C Balust. Beam L Ctr I Wood Beige 0.2 OM 
46 Stair/Hall 2 Stairs L Lft Stringer I Wood Stain 0.1 OM 
47 Stair/Hall 2 Stairs Riser Wood Stain 0.2. OM 
48 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
49 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.4 OM 
50 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
51 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.3; OM 
52 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
53 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.::. OM 
54 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.0 OM 
55 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 02 OM 
56 Stair/Hall 2 B Access Panel L Ctr Metal Beige 0.1 OM 
57 Bath 2 Ceiling L Rgt Gypsum Beige 0.2 OM 
58 Bath 2 0 Wall U Ctr Gypsum Beige 0.4 OM 
59 Bath 2 0 Door L Ctr L Ctr Wood Beige O.~~ OM 
60 Bath 2 0 Door L Ctr Lft casing Wood Beige O.~l OM 
61 Bedroom 1 Ceiling L Rgt Gypsum Beige 02 OM 
62 Bedroom 1 B Wall L Ctr Gypsum Beige 02 OM 
63 Bedroom 1 A Baseboard L Ctr Wood Beige 0.0 OM 
64 Bedroom 1 B Door L Ctr U Rgt Wood Beige O.~\ OM 
65 Bedroom 1 B Door L Ctr Lft casing Wood Beige 0.4 OM 
66 Bedroom 1 B Shelf L Ctr Wood Beige 0.0 OM 
67 Bedroom 1 B Shelf Supt. L Ctr Wood Beige O.~l OM 
68 Bedroom 2 Ceiling L Rgt Gypsum Beige O.~l OM 
69 Bedroom 2 B Wall L Ctr Gypsum Beige O.~l OM 
70 Bedroom 2 C Baseboard L Ctr Wood Beige 0:1 OM 
71 Bedroom 2 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
72 Bedroom 2 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
73 Bedroom 2 0 Shelf L Ctr Wood Beige O.:~ OM 
74 Bedroom 2 0 Shelf Supt. L Ctr Wood Beige O.:~ OM 
75 Bedroom 3 Ceiling L Rgt Gypsum Beige 0 .. 1 OM 
76 Bedroom 3 0 Wall U Ctr Gypsum Beige 0.0 OM 
77 Bedroom 3 B Baseboard L Ctr Wood Beige 0.:2 OM 
78 Bedroom 3 A Door L Ctr U Rgt Wood Beige O.:~ OM 
79 Bedroom 3 A Door L Ctr Lft casing Wood Beige -0 .. 1 OM 
80 Bedroom 3 C Window L Ctr Sill Wood Beige 0.:3 OM 
81 Bedroom 3 C Window L Ctr Apron Wood Beige 0.:2 OM 
82 Bedroom 3 0 Shelf L Ctr Wood Beige 0.0 OM 
83 Bedroom 3 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
84 Bath 3 Ceiling L Rgt Gypsum Beige 0.:2 OM 
85 Bath 3 C Wall U Ctr Gypsum Beige 0.:3 OM 
86 Bath 3 C Door L Ctr U Lft Wood Beige 0.:2 OM 
87 Bath 3 C Door L Ctr Lft casing Wood Beige 0.:2 OM 
88 Bedroom 4 Ceiling L Lft Gypsum Beige 0.4 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mgfcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1633D 

Page 3 of 3 

Read 
“““l No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

89 Bedroom 4 
90 Bedroom 4 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Stor. 1 
98 Stor. 1 
99 Stor. 1 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior B 

,* --- 112 Exterior B 
113 Exterior B 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 

- I3 

B 
A 
A 
C 
C 
A 
A 

A 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Sofflt 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

I 
U Rgt I 
Lftcasing I 
Sill I 
Apron I 

I 
Lft casing F 

Lft casing F 
P 

P 

I 

Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Grey 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete White 
Metal Grey 
Wood White 
Wood White 
Concrete Grey 
Concrete Grey 
Wood White 
Wood White 
Wood White 
Wood White 
Wood Grey 
Wood Grey 
Wood Grey 
Concrete Grey 
Wood White 
Concrete Grey 
Wood Grey 
Concrete Grey 
Concrete Grey 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Win. = Window 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

Cond. = Condition Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

0.0 QM 
0.2 QM 
0.0 QM 
0.6, QM 
0.2 QM 
0.3' QM 
0.1 QM 
0.2 QM 
0.1 QM 
0.3 QM 
3.0 QM 
0.1 QM 

-0.1 QM 
O.i! QM 
1 .o QM 
2.6 QM 
0.1 QM 

-0.1 QM 
0.6 QM 
4.8 QM 
0.1 QM 
0.1 QM 
0.2! QM 
5.9 QM 
0.11 QM 
6.0 QM 
0.2 QM 
3.i' QM 
0.;' QM 
0.0 QM 
0.2 QM 
4.0 QM 
0.0 QM 
0.0 QM 
0.3 QM 
O.‘l QM 
0.8 Std 
0.13 Std 
1 .o Std 
0.l Std 
0.2 Std 
0:l Std 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16330 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 4 B Wall L Ctr I Gypsum Beige 0.0 OM 
90 Bedroom 4 B Baseboard L Ctr I Wood Beige 0.2 OM 
91 Bedroom 4 A Door L Ctr U Rgt Wood Beige 0.0 OM 
92 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.6 OM 
93 Bedroom 4 C Window L Ctr Sill Wood Beige 0.2 OM 
94 Bedroom 4 C Window L Ctr Apron Wood Beige 0.3, OM 
95 Bedroom 4 A Shelf L Ctr Wood Beige 0.1 OM 
96 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.2 OM 
97 Stor. 1 Ceiling L Lft Concrete Beige 0.1 OM 
98 Stor. 1 A Wall U Ctr Concrete Beige 0.2- OM 
99 Stor. 1 0 Ext. Door L Ctr Lft casing F Wood White 3.0 OM 

100 Exterior A A Stoop Ceil. L Ctr Concrete Grey 0.1 OM 
101 Exterior A A Threshold L Ctr Concrete Grey -0.1 OM 
102 Exterior A A Wall L Ctr Concrete Grey 02 OM 
103 Exterior A A Ext. Door L Ctr Lft casing F Wood White 1.0 OM 
104 Exterior A A Door Trim L Ctr P Wood White 2.E; OM 
105 Exterior A A Patio Fence L Ctr I Concrete Grey 0.1 OM 
106 Exterior A A Fence Inlay Concrete White -0.1 OM 
107 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.6 OM 
108 Exterior A A Fascia L Ctr Wood White 4.8 OM 
109 Exterior A A Soffit L Ctr Wood White 0.1 OM 
110 Exterior A A U. Facing L Ctr Concrete Grey 0.1. OM 
111 Exterior B B Wall L Ctr Concrete Grey 02 OM 
112 Exterior B B Fascia L Ctr Wood White 5.H OM 
113 Exterior B B Soffit L Ctr Wood White 0.11 OM 
114 Exterior C C Fascia L Ctr Wood White 6.0 OM 
115 Exterior C C Soffit L Ctr Wood White 02 OM 
116 Exterior C C Win. Frame L Ctr Wood Grey 3 7 

.j OM 
117 Exterior C C U. Trim L Ctr Wood Grey 0 7 .j OM 
118 Exterior C C Siding L Ctr Wood Grey 0.0 OM 
119 Exterior C C Wall L Ctr Concrete Grey O.~~ OM 
120 Exterior C C Door Trim L Ctr P Wood White 4.0 OM 
121 Exterior C C Threshold L Ctr Concrete Grey 0.0 OM 
122 Exterior C C Overhang L Ctr Wood Grey 0.0 OM 
123 Exterior C C Patio Fence L Ctr Concrete Grey 0.:3 OM 
124 Exterior C C Star. Roof L Ctr Concrete Grey 0.'1 OM 
125 CALIBRATION 0.13 Std 
126 CALIBRATION 0.13 Std 
127 CALIBRATION 1.0 Std 
128 CALIBRATION 0:1 Std 
129 CALIBRATION 0.2 Std 
130 CALIBRATION 0:1 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft = Left 

Rgt. = Right 

CIL = Center 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Supt. = Support 

Std = 30 Second Mode Stor. = Storage 

Cond. = Condition Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1634A 

Read Room Paint Lead 
‘.-“‘~*- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Bath 1 
13 Bath 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Mech Closet 
22 Mech Closet 
23 Mech Closet 

--..,. 24 Mech Closet 
25 Mech Closet 
26 Kitchen 
27 Kitchen 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Living 1 
34 Living 1 
35 Living 1 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Stair/Hall 2 
44 Stair/Hall 2 

D 
D 
A 
B 

B 
D 
D 
A 
D 

B 
C 

C 
D 
A 
A 

D 
B 
C 
C 
D 
D 

A 
D 
A 
A 
A 
A 
A 
A 
A 

C 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Stairs 
Flight 
Stairs 
U. Molding 
Balust. Beam 
Ceiling 
Wall 

L Lft 
U Ctr 
L Ctr 
L Lft 
L Lft 
u Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Lft 
u Lft 
L Rgt 
L Rgt 
L Rgt 
L Lft 
U Ctr 
L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Lft 
L Lft 
L Rgt 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Lft 
U Ctr 

Lft casing 
U Ctr 

L Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 
Newel post 

Balusters 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wiood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

1.1 
0.8' 
1.1 
0.0 
0.0 
0.1 
0.0 
0.0 

-0.1 
0.4. 
0.2 
0.0 
0.0 
o.;i 
0.3 
0.0 
0.0 
0.0 
0.0 
0.1 
0.0 
0.11 
0.2 
O.‘l 
0.l 
0.2 
0.2 
0.2 

-0. ‘I 
-0.3 
-0.l 
-0. I 
0.l 
0.3 
0.2 
0.0 
0:l 
0.3 
0.3 
0.2 
0.l 
0.:3 
0.2 
0.0 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY .‘.lh 
L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1634A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.1 Std 
2 CALIBRATION 0.8 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 D Wall U Ctr Gypsum Beige 0.0 OM 
9 Hall 1 D Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 A Door L Lft Lft casing Wood Beige 0.4 OM 
11 Hall 1 B Door L Lft U Ctr Wood Beige 0.2 OM 
12 Bath 1 Ceiling U Lft Gypsum Beige 0.0 OM 
13 Bath 1 B Wall U Ctr Gypsum Beige 0.0 OM 
14 Bath 1 D Door L Ctr L Ctr Wood Beige 0.2 OM 
15 Bath 1 D Door L Ctr Rgt casing Wood Beige 0.3 OM 
16 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
17 Bath 1 D Shelf Supt. L Ctr Wood Beige 0.0 OM 
18 Closet 1 Ceiling L Rgt Gypsum Beige 0.0 OM 
19 Closet 1 B Wall U Ctr Gypsum Beige 0.0 OM 
20 Closet 1 C Baseboard L Ctr Wood Beige 0.1 OM 
21 Mech Closet Ceiling L Lft Gypsum Beige 0.0 OM 
22 Mech Closet C Wall U Lft Gypsum Beige 0.1: OM 
23 Mech Closet D Baseboard L Rgt Wood Beige 0.2 OM 
24 Mech Closet A Door L Rgt U Ctr Wood Beige O.~I OM 
25 Mech Closet A Door L Rgt Rgt casing Wood Beige 0:1 OM 
26 Kitchen Ceiling L Lft Gypsum Beige 0.2 OM 
27 Kitchen D Wall U Ctr Gypsum Beige 0.2 OM 
28 Kitchen B Baseboard L Ctr Wiood Beige 0.2 OM 
29 Kitchen C Door L Rgt U Ctr Wood Beige -0:1 OM 
30 Kitchen C Door L Rgt Rgt casing Wood Beige -0.3 OM 
31 Kitchen D Cabinet L Ctr Wood Stain -0:1 OM 
32 Kitchen D Counter L Ctr Wood Stain -0.'1 OM 
33 Living 1 Ceiling U Rgt Gypsum Beige 0:1 OM 
34 Living 1 A Wall U Ctr Gypsum Beige O.~~ OM 
35 Living 1 D Baseboard L Ctr Wood Beige 0.2 OM 
36 Living 1 A Door L Lft U Ctr Wood Beige 0.0 OM 
37 Living 1 A Door L Lft Rgt casing Wood Beige 0:1 OM 
38 Living 1 A Stairs L Rgt Newel post Wood Beige 0.3 OM 
39 Living 1 A Flight L Ctr Wood Beige 0.3 OM 
40 Living 1 A Stairs L Rgt Balusters Wood Beige 0.2 OM 
41 Living 1 A U. Molding L Ctr Wood Beige 0 .. 1 OM 
42 Living 1 A Balust. Beam L Ctr Wood Beige 0.:3 OM 
43 Stair/Hall 2 Ceiling L Lft Gypsum Beige 02 OM 
44 Stair/Hall 2 C Wall U Ctr Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Salust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1634A 

Page 2 of 3 

Read Room 
‘-=--;-*- No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Bath 2 
59 Bath 2 
60 Bath 2 
61 Bath 2 
62 Bedroom 2 
63 Bedroom 2 
64 Bedroom 2 
65 Bedroom 2 
66 Bedroom 2 
67 Bedroom 2 

,I ie 68 Bedroom 2 
69 Bedroom 2 
70 Bedroom 2 
71 Bedroom 3 
72 Bedroom 3 
73 Bedroom 3 
74 Bedroom 3 
75 Bedroom 3 
76 Bedroom 3 
77 Bedroom 3 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 1 
81 Bedroom 1 
82 Bedroom 1 
83 Bedroom 1 
84 Bedroom 1 
85 Bedroom 1 
86 Closet 2 
87 Closet 2 
88 Closet 2 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm2) Mode 
B L Ctr I Wood 0.0 
C 
C 
C 

A 
C 

B 
B 
B 

C 
B 
A 
A 
C 
C 
A 
A 

D 
A 
A 
A 
C 
C 
A 
A 

B 
B 
C 
C 
D 

A 
D 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Cabinet 
Door 
Door 
Attic Panel 
Panel Frame 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 

Beige QM 
L Rgt 
L Rgt 
L Ctr 

Newel post 
Balusters 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 

Stringer 
Riser 
Tread 
Railing 

Lft casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 
Sill 
Apron 

U Ctr 
Rgt casing 
Sill 
Apron 

U Ctr 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 

Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 

-0.1. QM 
0.3 QM 
O.l! QM 
0.1 QM 
0. 'I QM 
0.0 QM 

-0.l QM 
0.0 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.4 QM 
0.0 QM 

-0.2 QM 
0.0 QM 

-O.‘l QM 
-0.I QM 
-O.‘l QM 
0.2 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
-0.l QM 
0.0 QM 
0.2 QM 
O.‘l QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.:3 QM 

-0.1 QM 
-0.1 QM 
0.:2 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.0 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C wails are labelled in a clockwise fashion.) 

KEY 
, .,. 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1634A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Baseboard L Ctr I Wood Beige 0.0 OM 
46 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige 0.1 OM 
47 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige O.~~ OM 
48 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.0 OM 
49 Stair/Hall 2 Stairs Stringer Wood Stain 0.1 OM 
50 Stair/Hall 2 Stairs Riser Wood Stain -0.1. OM 
51 Stair/Hall 2 Stairs Tread Wood Stain O.~I OM 
52 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.11 OM 
53 Stair/Hall 2 Cabinet L Ctr Wood Beige O. ~I OM 
54 Stair/Hall 2 A Door L Ctr Wood Beige 0:1 OM 
55 Stair/Hall 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige -0. 'I OM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
58 Bath 2 Ceiling U Rgt Gypsum Beige O.~~ OM 
59 Bath 2 B Wall U Ctr Gypsum Beige 0.0 OM 
60 Bath 2 B Door L Ctr U Ctr Wood Beige 02 OM 
61 Bath 2 B Door L Ctr Lft casing Wood Beige 0.4 OM 
62 Bedroom 2 Ceiling U Lft Gypsum Beige 0.0 OM 
63 Bedroom 2 C Wall U Lft Gypsum Beige -0.2 OM 
64 Bedroom 2 B Baseboard L Ctr Wood Beige 0.0 OM 
65 Bedroom 2 A Door L Lft U Ctr Wood Beige -0:1 OM 
66 Bedroom 2 A Door L Lft Rgtcasing Wood Beige -0.'1 OM 
67 Bedroom 2 C Window L Ctr Sill Wood Beige -0:1 OM 
68 Bedroom 2 C Window L Ctr Apron Wood Beige 0.2 OM 
69 Bedroom 2 A Shelf L Ctr Wood Beige 0.0 OM 
70 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
71 Bedroom 3 Ceiling U Rgt Gypsum Beige -0 .. 1 OM 
72 Bedroom 3 0 Wall U Ctr Gypsum Beige -0 .. 1 OM 
73 Bedroom 3 A Baseboard L Ctr Wood Beige 0.0 OM 
74 Bedroom 3 A Door L Lft U Ctr Wood Beige 0.2 OM 
75 Bedroom 3 A Door L Lft Rgt casing Wood Beige 0.1 OM 
76 Bedroom 3 C Window L Ctr Sill Wood Beige 0.0 OM 
77 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 OM 
78 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
79 Bedroom 3 A Shelf Supt. L Ctr Wood Beige 0.:3 OM 
80 Bedroom 1 Ceiling U Rgt Gypsum Beige -0.1 OM 
81 Bedroom 1 B Wall U Ctr Gypsum Beige -0.1 OM 
82 Bedroom 1 B Baseboard L Ctr Wood Beige 0.:2 OM 
83 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.3 OM 
84 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.1 OM 
85 Bedroom 1 0 Access Panel L Ctr Metal Beige 0.0 OM 
86 Closet 2 Ceiling L Lft Gypsum Beige 0.0 OM 
87 Closet 2 A Wall U Ctr Gypsum Beige 0.2 OM 
88 Closet 2 0 Baseboard L Ctr Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1634A 

Page 3 of 3 

Read Room 
‘“- No. Name 

89 Closet 2 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

L Ctr U Ctr I Wood Beine QM 
90 Closet 2 
91 Closet 2 
92 Closet 2 
93 Closet 2 
94 Stor. 1 
95 Stor. 1 
96 Stor. 1 
97 Stor. 1 
98 Hall 1 
99 Hall 1 

100 Stair/Hall 2 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior B 

., -‘-\ 112 Exterior B 
113 Exterior B 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior A 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 

G 
B 
C 
C 
D 

C 
B 
A 
B 
A 

A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
B 
B 
B 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
A 

Door 
Door 
Shelf 
Shelf Supt. 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Shelf Supt. 
Shelf 
Shelf Supt. 
Stairs 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Sofa 
U. Facing 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Overhang 
Patio Fence 
Threshold 
Fascia 
Soffit 
Win. Frame 
Siding 
U. Trim 
Stor. Roof 
Stoop Ceil. 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Rgt 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Rgt casing I 

Lft casing I 

Railing cap I 

Rgt casing I 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete White 
Concrete White 
Metal Beige 
Metal White 
Metal White 
Concrete White 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 

0.3 
0.0 
0.2 
0.2 
0.01 
0.c 

-0.1 
0.1 
0.1 
0.1 
0.1 
0.3 
0.1 
O.i! 
1 .o 
2.21 
0.2 

-0.1 
O.Z! 
0.3 
0.0 

-0.1 
-0.11 
0.2 
0.0 

-0.2 
3.8 
0.0 
0.3 

-0.2 
0.0 
O.‘l 
1.6 

-O.‘l 
0.;7 

-0.3 

0.0 

0.9 
0.9 
0.!3 

0.0 

0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
_,I( -__ 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1634A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Closet 2 B Door L Ctr U Ctr I Wood Beige 0.3 OM 
90 Closet 2 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
91 Closet 2 C Shelf L Ctr Wood Beige 0.2 OM 
92 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
93 Closet 2 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
94 Stor. 1 Ceiling L Lft Concrete Beige 0.0 OM 
95 Stor. 1 C Wall U Ctr Concrete Beige -0.1 OM 
96 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 0.1 OM 
97 Stor. 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
98 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
99 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 

100 Stair/Hall 2 Stairs L Rgt Railing cap Wood Beige 0.3 OM 
101 Exterior A A Threshold L etr Concrete Beige 0.1 OM 
102 Exterior A A Wall L Ctr Concrete Beige 0.2 OM 
103 Exterior A A Ext. Door L Ctr Rgt casing Wood White 1.0 OM 
104 Exterior A A Door Trim L Ctr Wood White 2 r, 

• It.. OM 
105 Exterior A A Patio Fence L Ctr Concrete White 0.2 OM 
106 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
107 Exterior A A AlC Line Cov. L Rgt Metal Beige 0.2 OM 
1 08 Exterior A A Fascia L Ctr Metal White O.~I OM 
109 Exterior A A Soffit L etr Metal White 0.0 OM 
11 0 Exterior A A U. Facing L Ctr Concrete White -0.1. OM 
111 Exterior B B Wall U etr Concrete Beige -0.1: OM 
112 Exterior B B Fascia L Rgt Wood White 0.2 OM 
113 Exterior B B Soffit L Rgt Wood White 0.0 OM 
114 Exterior C C Wall U Ctr Concrete Beige -0.2 OM 
115 Exterior C C Door Trim L Ctr Wood White 3.B OM 
116 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
117 Exterior C C Patio Fence L Ctr Concrete Beige 0.3 OM 
118 Exterior C C Threshold L Ctr Concrete Beige -0.2 OM 
119 Exterior C C Fascia L Ctr Wood White 0.0 OM 
120 Exterior C C Soffit L Ctr Wood White 0:1 OM 
121 Exterior C C Win. Frame L Ctr Wood Beige 1.6 OM 
122 Exterior C C Siding L Ctr Wood Beige -0:1 OM 
123 Exterior C C U. Trim L Ctr Wood Beige 0.7 OM 
124 Exterior C C Stor. Roof L Ctr Concrete Beige -0.3 OM 
125 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.0 Std 
126 CALIBRATION 0.9 Std 
127 CALIBRATION 0.!1 Std 
128 CALIBRATION 0.9 Std 
129 CALIBRATION 0.0 Std 
130 CALIBRATION 0.0 Std 
131 CALIBRATION 0.0 Std 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1634B 

Page 1 of 3 

Read Room Paint Lead 
/ ‘*; No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hail 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,/vy 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 
40 Living 
41 Living 
42 Living 
43 Living 1 
44 Living 1 

B 
B 
D 
D 
D 
A 

A 
B 
B 
A 
A 

C 
C 
B 
B 

C 
B 
A 
A 

B 
D 
C 
C 
B 
B 

C 
C 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 

U Rgt 
U Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Lft 
L Ctr 
L Ctr 
u Lft 
U Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

L Ctr 
Rgt casing 

U Ctr 
Lft casing 

L Rgt 
Lft casing 

U Ctr 
Rgt casing 

L Ctr 
Rgt casing 

U Rgt 
Lft casing 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

KEY 
A”“.~ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1.0 Std 
0.9 Std 
0.0 Std 
0.0) Std 
o.ci Std 
0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.c QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 

-0.li QM 
-0. 4l QM 
0.2 QM 
0.7 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.l QM 
0.0 QM 
O.‘l QM 

-0.3 QM 
0.2 QM 
0.2 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 

-O.‘l QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16346 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling U Rgt Gypsum Beige 0.1 OM 
8 Hall 1 B Wall U Rgt Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Lft Wood Beige 0.1 OM 

10 Hall 1 0 Door L etr L Ctr Wood Beige 0.1 OM 
11 Hall 1 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 0 Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
14 Bath 1 Ceiling U Lft Gypsum Beige 0.1 OM 
15 Bath 1 A Wall U Rgt Gypsum Beige 0.3 OM 
16 Bath 1 B Door L etr U Ctr Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
20 Closet 1 Ceiling L Lft Gypsum Beige -0.1 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.1 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige 0.0 OM 
23 Closet 1 B Door L Ctr L Rgt Wood Beige 0.0 OM 
24 Closet 1 B Door L etr Lft casing Wood Beige 0.0 OM 
25 Mech Closet Ceiling L Lft Gypsum Beige 0.1 OM 
26 Mech Closet C Wall U Rgt Gypsum Beige -0.1i OM 
27 Mech Closet B Baseboard L Lft Wood Beige -0. ~I OM 
28 Mech Closet A Door L Ctr U Ctr Wood Beige 0.2 OM 
29 Mech Closet A Door L Ctr Rgt casing Wood Beige 0:1 OM 
30 Kitchen Ceiling U Lft Gypsum Beige 0.0 OM 
31 Kitchen B Wall U Ctr Gypsum Beige 0.0 OM 
32 Kitchen 0 Baseboard L Rgt Wood Beige 0.0 OM 
33 Kitchen C Door L Ctr L Ctr Wood Beige 0.2 OM 
34 Kitchen C Door L Ctr Rgt casing Wood Beige 0:1 OM 
35 Kitchen B Cabinet L etr Wood Stain 0.0 OM 
36 Kitchen B Counter L Ctr Wood Stain 0:1 OM 
37 Living 1 Ceiling U Lft Gypsum Beige -0.:3 QM 
38 Living 1 C Wall U Rgt Gypsum Beige 0.2 OM 
39 Living 1 C Baseboard L Ctr Wood Beige 0.2 OM 
40 Living 1 A Door L Ctr U Rgt Wood Beige 0.0 OM 
41 Living 1 A Door L Ctr Lft casing Wood Beige 0.2 OM 
42 Living 1 A Flight L etr Wood Beige 0.0 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.0 QM 
44 Living 1 A Balust. Beam L Ctr Wood Beige -0 .. 1 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1634B 

Page 2 of 3 

Read 
4.‘F”\ No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

,--‘-* 68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 2 
87 Bedroom 3 
88 Bedroom 3 

A 
D 
C 
C 
C 

A 
A 

C 
D 
D 

B 
D 
D 
D 
C 

D 
D 
D 
D 
A 
C 

C 
D 
A 
A 
C 
C 
A 
A 

D 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

L Rgt 
U Rgt 
L Rgt 
L Rgt 
L Rgt 
L Rgt 
L Lft 

L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
U Rgt 

Newel post 
Balusters 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

L Ctr 
Rgt casing 

U Rgt 
Lft casing 

L Rgt 
Lft casing 

L Rgt 
Rgt casing 
Sill 
Apron 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KJy 
,,.T. 

L = Lower I = intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.0 QM 
0.2 QM 
0.3 QM 

-0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.3’ QM 
0.1 QM 
0.c QM 

-0.21 QM 
-0.2 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 

-O.i! QM 
O.i! QM 
0.0 QM 
0.1 QM 
0.3 QM 
0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
0.1. QM 
0.3 QM 
0.0 QM 
O.‘l QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.4 QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 16348 

Read Room Paint Lead 
No. Name WaJJ* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Rgt I Gypsum Beige 0.0 OM 
46 Stair/Hall 2 A Wall U Rgt Gypsum Beige 0.2 OM 
47 Stair/Hall 2 0 Baseboard L Rgt Wood Beige 0.3 OM 
48 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige -0.1 OM 
49 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige 0.3 OM 
50 Stair/Hall 2 C Balust. Beam L Rgt Wood Beige 0.0 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.1 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.3 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
54 Stair/Hall 2 Railing L Rgt Railing Wood Stain 0.1 OM 
55 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.0 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige -0.1 OM 
59 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.2 OM 
60 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.3. OM 
61 Bath 2 Ceiling U Rgt Gypsum Beige 0.1 OM 
62 Bath 2 C Wall L Ctr Gypsum Beige 0.0 OM 
63 Bath 2 0 Door L Ctr L Ctr Wood Beige -0.3, OM 
64 Bath 2 0 Door L Ctr Rgt casing Wood Beige -0.2 OM 
65 Bedroom 1 Ceiling L Lft Gypsum Beige 0.1 OM 
66 Bedroom 1 B Wall U Lft Gypsum Beige 0.1 OM 
67 Bedroom 1 0 Baseboard L Lft Wood Beige 0.1 OM 
68 Bedroom 1 0 Door L Ctr U Rgt Wood Beige 0.0 OM 
69 Bedroom 1 0 Door L Ctr Lft casing Wood Beige 0.1 OM 
70 Bedroom 1 C Access Panel L Ctr Wood Beige -0.2 OM 
71 Closet 2 Ceiling L Lft Gypsum Beige 02 OM 
72 Closet 2 0 Wall L Rgt Gypsum Beige 0.0 OM 
73 Closet 2 0 Baseboard L Rgt Wood Beige 0.1 OM 
74 Closet 2 0 Door L Ctr L Rgt Wood Beige O.~\ OM 
75 Closet 2 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
76 Closet 2 A Shelf L Ctr Wood Beige 02 OM 
77 Closet 2 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
78 Bedroom 2 Ceiling L Lft Gypsum Beige 0.0 OM 
79 Bedroom 2 C Wall U Rgt Gypsum Beige 0.0 OM 
80 Bedroom 2 0 Baseboard L Rgt Wood Beige 0.1. OM 
81 Bedroom 2 A Door L Ctr L Rgt Wood Beige O.~I OM 
82 Bedroom 2 A Door L Ctr Rgt casing Wood Beige 0.0 OM 
83 Bedroom 2 C Window L Ctr Sill Wood Beige O. ~I OM 
84 Bedroom 2 C Window L Ctr Apron Wood Beige 0.2 QM 
85 Bedroom 2 A Shelf L Ctr Wood Beige 0.0 OM 
86 Bedroom 2 A Shelf Supt. L Ctr Wood Beige O.:~ OM 
87 Bedroom 3 Ceiling U Lft Gypsum Beige 0.4 OM 
88 Bedroom 3 0 Wall U Rgt Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Salust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rg!. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1634B 

Read Room 
c”“4. No. Name 

Paint Lead 
Wall” Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Bedroom 3 
96 Stor. 1 
97 Stor. 1 
98 Stor. 1 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior C 
111 Exterior C 

I~:~-~~ 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 CALIBRATION 
122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 
126 CALIBRATION 

B 
D 
D 
C 
C 
A 
A 

C 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Baseboard L Rgt 
Door L Ctr 
Door L Ctr 
Window L Ctr 
Window L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling u Lft 
Wall U Rgt 
Ext. Door L Ctr 
Stoop Ceil. L Ctr 
Threshold L Ctr 
Wall L Ctr 
Ext. Door L Ctr 
Door Trim L Ctr 
Patio Fence L Ctr 
Fence Inlay L Ctr 
A/C Line Cov. L Ctr 
Fascia L Ctr 
Soft3 L Ctr 
U. Facing L Ctr 
Wall u Lft 
Door Trim L Ctr 
Threshold L Ctr 
Overhang L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Soffit U Ctr 
Win. Frame L Ctr 
U. Trim L Ctr 
Siding U Ctr 
Stor. Roof L Ctr 

I 
U Ctr I 
Lft casing I 
Sill I 
Apron I 

Lft casing I 

Lftcasing P 
P 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are iabelled in a clockwise fashion.) 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 

0.0 QM 
0.4 QM 
0.2 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.1 QM 
0.1 QM 
2.6 QM 
0.5 QM 

-0.1 QM 
-0.1 QM 
2.2 QM 
1 .o QM 

-0.2 QM 
-0.4 QM 
0.0 QM 

-0.1 QM 
0.1 QM 

-0.1 QM 
0.2 QM 
0.4 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 
1.6 QM 
0.7 QM 

-0.1 QM 
-0.4 QM 
0.9 Std 
1.1 Std 
0.9 Std 
0.1 Std 

-0.1 Std 
0.0 Std 

KEY ,,..ii. 
L = Lower I = intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pag'= 3 of 3 
KEY WEST, FL 
UNIT 16348 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 B Baseboard L Rgt Wood Beige 0.0 OM 
90 Bedroom 3 0 Door L Ctr U Ctr Wood Beige 0.4 OM 
91 Bedroom 3 0 Door L Ctr Lft casing Wood Beige 0.2 OM 
92 Bedroom 3 C Window L Ctr Sill Wood Beige 0.3 OM 
93 Bedroom 3 C Window L Ctr Apron Wood Beige -0.1 OM 
94 Bedroom 3 A Shelf L Ctr Wood Beige -0.1 OM 
95 Bedroom 3 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
96 Stor. 1 Ceiling U Lft Concrete Beige 0.1 OM 
97 Stor. 1 C Wall U Rgt Concrete Beige 0.1 OM 
98 Stor. 1 0 Ext. Door L Ctr Lft casing Wood White 2.6 OM 
99 Exterior A A Stoop Ceil. L Ctr Concrete Beige 0.5 OM 

100 Exterior A A Threshold L Ctr Concrete Beige -0.1 OM 
101 Exterior A A Wall L Ctr Concrete Beige -0.1 OM 
102 Exterior A A Ext. Door L Ctr Lft casing P Wood White 2.2 OM 
103 Exterior A A Door Trim L Ctr P Wood White 1.0 OM 
104 Exterior A A Patio Fence L Ctr Concrete Beige -0.2 OM 
105 Exterior A A Fence Inlay L Ctr Concrete White -0.4 OM 
106 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.0 OM 
107 Exterior A A Fascia L Ctr Wood White -0.1 OM 
108 Exterior A A Soffit L Ctr Wood White 0.1 OM 
109 Exterior A A U. Facing L Ctr Concrete Beige -0.1 OM 
110 Exterior C C Wall U Lft Concrete Beige 0.2 OM 
111 Exterior C C Door Trim L Ctr Wood Beige 0.4 OM 
112 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
113 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
114 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
115 Exterior C C Fascia L Ctr Wood White 0.0 OM 
116 Exterior C C Soffit U Ctr Wood White 0.1 OM 
117 Exterior C C Win. Frame L Ctr Wood Beige 1.6 OM 
118 Exterior C C U. Trim L Ctr Wood Beige 0.7 OM 
119 Exterior C C Siding U Ctr Wood Beige -0.1 OM 
120 Exterior C C Stor. Roof L Ctr Concrete Beige -0.4 OM 
121 CALIBRATION 0.9 Std 
122 CALIBRATION 1.1 Std 
123 CALIBRATION 0.9 Std 
124 CALIBRATION 0.1 Std 
125 CALIBRATION -0.1 Std 
126 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ex!. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1635B 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Bath 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Closet 1 
19 Closet 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Mech Closet 

/“~.‘, 24 Mech Closet 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 2 

1 CALIBRATION 0.9 std 
1.0 Std 
0.9 Std 
0.0 Std 
0.0 Std 
0.1 Std 

Ceiling U Rgt I Gypsum Beige 0.0 QM 
D Wall U Rgt I Gypsum Beige -0.1 QM 
B Baseboard L Ctr I Wood Beige -0.3 QM 
B Door L Ctr u Lft I Wood Beige 0.3 QM 
A Door L Ctr Lft casing I Wood Beige 0.2 QM 
A Shelf Supt. L Ctr I Wood Beige 0.0 QM 

Ceiling L Lft I Gypsum Beige 0.0 QM 
A Wall U Rgt I Gypsum Beige 0.1 QM 
B Door L Ctr u Lft I Wood Beige 0.1 QM 
B Door L Ctr Rgt casing I Wood Beige 0.1 QM 
D Shelf Supt. L Ctr I Wood Beige 0.0 QM 

Ceiling L Lft I Gypsum Beige 0.0 QM 
C Wall U Rgt I Gypsum Beige -0.1 QM 
C Baseboard L Ctr I Wood Beige -0.2 QM 
B Door L Ctr u Lft I Wood Beige 0.0 QM 
B Door L Ctr Lft casing I Wood Beige -0.2 QM 

Ceiling L Rgt I Gypsum Beige -0.1 QM 
C Wall u Lft I Gypsum Beige 0.1 QM 
D Baseboard L Ctr I Wood Beige 0.0 QM 
A Door L Ctr U Ctr I Wood Beige 0.1 QM 
A Door L Ctr Lft casing I Wood Beige 0.0 QM 

Ceiling L Lft I Gypsum Beige 0.0 QM 
D Wall L Lft I Gypsum Beige 0.1 QM 
C Baseboard L Lft I Wood Beige 0.1 QM 
C Door L Ctr L Ctr I Wood Beige 0.3 QM 
C Door L Ctr Lft casing I Wood Beige -0.1 QM 
D Cabinet L Ctr I Wood Beige 0.2 QM 
B Counter L Ctr I Wood Stain 0.0 QM 
B Shelf L Ctr I Wood Stain 0.0 QM 

Ceiling L Rgt I Gypsum Beige -0.1 QM 
B Wall U Ctr I Gypsum Beige -0.1 QM 
A Baseboard L Ctr I Wood Beige -0.1 QM 
A Door L Ctr U Ctr I Wood Beige 0.0 QM 
C Ext. Door L Ctr Lft casing I Wood Beige 2.51 QM 
A Flight L Ctr I Wood Beige 0.0 QM 
A U. Molding L Ctr I Wood Beige -0.1 QM 
A Balust. Beam L Ctr I Wood Beige 0.0 QM 

Ceiling L Lft I Gypsum Beige 02: QM 
*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,/‘~“, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond = Condition 

Cov. = Cover 

Lft. = Left P = Poor 

Rgt. = Right QM = Quick Mode 

Ctr. = Center Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 16358 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.9 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.0 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling U Rgt Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige -0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.3 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige 0.3 OM 
11 Hall 1 A Door L Ctr Lft casing Wood Beige 0.2 OM 
12 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
13 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
14 Bath 1 A Wall U Rgt Gypsum Beige 0.1 OM 
15 Bath 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
16 Bath 1 B Door L Ctr Rgt casing Wood Beige 0.1 OM 
17 Bath 1 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
18 Closet 1 Ceiling L Lft Gypsum Beige 0.0 OM 
19 Closet 1 C Wall U Rgt Gypsum Beige -0.1 OM 
20 Closet 1 C Baseboard L Ctr Wood Beige -0.2 OM 
21 Closet 1 B Door L Ctr U Lft Wood Beige 0.0 OM 
22 Closet 1 B Door L Ctr Lft casing Wood Beige -0.2 OM 
23 Mech Closet Ceiling L Rgt Gypsum Beige -0.1 OM 
24 Mech Closet C Wall U Lft Gypsum Beige 0.1 OM 
25 Mech Closet 0 Baseboard L Ctr Wood Beige 0.0 OM 
26 Mech Closet A Door L Ctr U Ctr Wood Beige 0.1 OM 
27 Mech Closet A Door L Ctr Lft casing Wood Beige 0.0 OM 
28 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
29 Kitchen 0 Wall L Lft Gypsum Beige 0.1 OM 
30 Kitchen C Baseboard L Lft Wood Beige 0.1 OM 
31 Kitchen C Door L Ctr L Ctr Wood Beige 0.3 OM 
32 Kitchen C Door L Ctr Lft casing Wood Beige -0.1 OM 
33 Kitchen 0 Cabinet L Ctr Wood Beige 0.2 OM 
34 Kitchen B Counter L Ctr Wood Stain 0.0 OM 
35 Kitchen B Shelf L Ctr Wood Stain 0.0 OM 
36 Living 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
37 Living 1 B Wall U Ctr Gypsum Beige -0.1 OM 
38 Living 1 A Baseboard L Ctr Wood Beige -0.1 OM 
39 Living 1 A Door L Ctr U Ctr Wood Beige 0.0 OM 
40 Living 1 C Ext. Door L Ctr Lft casing Wood Beige 2.E, OM 
41 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
42 Living 1 A U. Molding L Ctr Wood Beige -0.1 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige 0.0 OM 
44 Stair/Hall 2 Ceiling L Lft Gypsum Beige 0.2 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

etr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1635B 

Page 2 of 3 

Read Room 
--’ No. Name 

45 Stair/Hall 2 

/r *.,. 

46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 1 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom 
66 Bedroom 
67 Bedroom 1 
68 Bedroom 
69 Bedroom 
70 Bedroom 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
D Wall U Rgt I Gypsum 0.1 QM 
D 
C 
C 
C 

A 
A 
C 

A 
D 

B 
D 
A 
A 
B 
B 

A 
B 
D 
D 
D 
D 

D 
C 
A 
B 
C 
C 
D 
D 

C 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
‘Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

0.0 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.0 QM 
0.0 QM 
0.4 QM 
0.1 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
0.3, QM 

-0.1 QM 
o.ci QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
0.2 QM 
OA QM 
0.1 QM 
0.0 QM 
O.$ QM 
0.0 QM 
0.2 QM 
0.1 QM 

-0:i QM 
0.2 QM 
0.0 QM 
0.l QM 
0.2 QM 
0.3 QM 
0.0 QM 

71 Bedroom 2 
72 Bedroom 2 
73 Bedroom 2 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 3 
79 Bedroom 3 
80 Bedroom 3 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bath 3 
88 Bath 3 

L Ctr 
L Lft 
L Lft 
L Ctr 
L Rgt 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lff 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 

Newel post 
Balusters 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

Lft casing 

L Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 
Rgt casing 
Sill 
Apron 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Walt A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
UNIT 16358 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 0 Wall U Rgt I Gypsum Beige 0.1 QM 
46 Stair/Hall 2 0 Baseboard L Ctr I Wood Beige 0.0 QM 
47 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.1 QM 
48 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.1 QM 
49 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige -0.1 QM 
50 Stair/Hall 2 Stairs L Rgt Stringer Wood Stain -0.1 QM 
51 Stair/Hall 2 Stairs Riser Wood Stain -0.1 QM 
52 StairfHall 2 Stairs Tread Wood Stain 0.0 QM 
53 StairfHall 2 Railing L Ctr Railing Wood Stain 0.0 QM 
54 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige 0.4 QM 
55 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.1 OM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 QM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.1 OM 
58 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige -0.1 OM 
59 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.3 QM 
60 Stair/Hall 1 C Access Panel L Ctr Metal Beige -0.1 QM 
61 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
62 Bath 2 A Wall U Ctr Gypsum Beige -0.1 OM 
63 Bath 2 D Door L Ctr Lft casing Wood Beige 0.1 OM 
64 Bedroom 1 Ceiling L Lft Gypsum Beige 0.1 OM 
65 Bedroom 1 B Wall L Ctr Gypsum Beige 0.1 OM 
66 Bedroom 1 0 Baseboard L Ctr Wood Beige 0.0 QM 
67 Bedroom 1 A Door L Ctr L Ctr Wood Beige 0.1 QM 
68 Bedroom 1 A Door L Ctr Lft casing Wood Beige 0.0 QM 
69 Bedroom 1 B Shelf L Ctr Wood Beige 0.0 QM 
70 Bedroom 1 B Shelf Supt. L Ctr Wood Beige 0.0 QM 
71 Bedroom 2 Ceiling U Rgt Gypsum Beige 0.0 QM 
72 Bedroom 2 A Wall U Ctr Gypsum Beige 0.1 QM 
73 Bedroom 2 B Baseboard L Ctr Wood Beige -0.1 QM 
74 Bedroom 2 D Door L Ctr U Lft Wood Beige 0.2 QM 
75 Bedroom 2 D Door L Ctr Lft casing Wood Beige 0.4 QM 
76 Bedroom 2 0 Shelf L Ctr Wood Beige 0.1 QM 
77 Bedroom 2 0 Shelf Supt. L Ctr Wood Beige 0.0 QM 
78 Bedroom 3 Ceiling U Lft Gypsum Beige 0.1 QM 
79 Bedroom 3 D Wall U Rgt Gypsum Beige 0.0 QM 
80 Bedroom 3 C Baseboard L Ctr Wood Beige 0.2 QM 
81 Bedroom 3 A Door L Ctr U Lft Wood Beige 0.'1 QM 
82 Bedroom 3 B Door L Ctr Rgt casing Wood Beige -0.'1 QM 
83 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 QM 
84 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 QM 
85 Bedroom 3 0 Shelf L Ctr Wood Beige 0:1 OM 
86 Bedroom 3 D Shelf Supt. L Ctr Wood Beige 0.2 QM 
87 Bath 3 Ceiling L Rgt Gypsum Beige 0.3 QM 
88 Bath 3 C Wall U Lft Gypsum Beige 0.0 QM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16356 

Page 3 of 3 

Read Room 
‘-’ No. Name 

89 Bath 3 
90 Bath 3 
91 Bedroom 4 
92 Bedroom 4 
93 Bedroom 4 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior C 

,_I_\ 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Stor. 1 
123 Stor. 1 
124 Stor. 1 
125 CALIBRATION 
126 CALIBRATION 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
n Door L Ctr U Rgt I Wood Beige QM 
ii 

C 
D 
A 
A 
C 
C 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

A 
D 

Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 
Ceiling 
Wall 
Ext. Door 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Lftcasing I 

u Lft I 
Lft casing I 
Sill I 
Apron I 

Lft casing F 

P 

F 

F 

Lft Casing F 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 

0.1 
-0.1 
0.1 
0.1 
0.C) 
0.2: 
0.2 
0.3 
0.1 
0.2 
0.1 

-0.1 
-0.1 
0.1 
2.0 
2.1 
o.;i 

-0.1 
0.1 
1 A 
0.0 

-0.1 
0.0 
2.7 

-0.3 
O.^l 

-O.‘l 
3.2 
0.0 
2.‘1 

-O.‘l 
0.0 
0.0 
0.l 
0.4 

0 
0.9 
1 .o 
0.9 
0.l 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

““-. 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 16358 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bath 3 0 Door L Ctr U Rgt I Wood Beige 0.1 OM 
90 Bath 3 A Door L Ctr Lft casing I Wood Beige -0.1 OM 
91 Bedroom 4 Ceiling L Ctr Wood Beige 0.1 OM 
92 Bedroom 4 C Wall L Ctr Wood Beige 0.1 OM 
93 Bedroom 4 0 Baseboard L Ctr Wood Beige 0.0 OM 
94 Bedroom 4 A Door L Ctr U Lft Wood Beige 0.2: OM 
95 Bedroom 4 A Door L Ctr Lft casing Wood Beige 0.2: OM 
96 Bedroom 4 C Window L Ctr Sill Wood Beige 0.3 OM 
97 Bedroom 4 C Window L Ctr Apron Wood Beige 0.1 OM 
98 Bedroom 4 A Shelf L Ctr Wood Beige 0.:2: OM 
99 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.1 OM 

100 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 OM 
101 Exterior A A Threshold L Ctr Concrete Beige -0.1 OM 
102 Exterior A A Wall U Ctr Concrete Beige 0.1 OM 
103 Exterior A A Ext. Door L Ctr Lft casing F Wood White 2.0 OM 
104 Exterior A A Door Trim L Ctr Wood White 2.1 OM 
105 Exterior A A Patio Fence L Ctr Concrete Beige 02 OM 
106 Exterior A A Fence Inlay L Ctr Concrete White -0.1 OM 
107 Exterior A A AlC line Cov. L Ctr Metal Beige 0.1 OM 
1 08 Exterior A A Fascia L Ctr P Wood White 1.4 OM 
109 Exterior A A Soffit L Ctr Wood White 0.0 OM 
110 Exterior A A U.Facing L Ctr Concrete Beige -0.1 OM 
111 Exterior C C Wall L Lft Concrete Beige 0.0 OM 
112 Exterior C C Door Trim L Ctr F Wood White 2 -, .1 OM 
113 Exterior C C Threshold L Ctr Concrete Beige -0.1 OM 
114 Exterior C C Overhang L Ctr Wood Beige 0:1 OM 
115 Exterior C C Patio Fence L Ctr Concrete Beige -0:1 OM 
116 Exterior C C Fascia L Ctr F Wood White 3.2 OM 
117 Exterior C C Soffit L Ctr Wood White 0.0 OM 
118 Exterior C C Win. Frame L Ctr Wood Beige 2:1 OM 
119 Exterior C C U. Trim L Ctr Wood Beige -0:1 OM 
120 Exterior C C Siding L Ctr Wood Beige 0.0 OM 
121 Exterior C C Stor. Roof L Ctr Concrete Beige 0.0 OM 
122 Stor. 1 Ceiling L Ctr Concrete Beige 0:1 OM 
123 Stor. 1 A Wall L Ctr Concrete Beige 0.4 OM 
124 Star. 1 0 Ext. Door L Ctr Lft Casing F Wood White () OM 
125 CALIBRATION 0.9 Std 
126 CALIBRATION 1.0 Std 
127 CALIBRATION 0.9 Std 
128 CALIBRATION 0 .. 1 Std 
129 CALIBRATION 0.0 Std 
130 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1637A 

Read Room Paint Lead 
‘-‘-‘“+ No. Name Wall* Structure Location Member Cond. Substrate Color (mgkm’) Mode 

1 CALIBRATION 0.7 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Mech Closet 
19 Mech Closet 
20 Mech Closet 
21 Mech Closet 
22 Mech Closet 
23 Living I 

,,C “,, 24 Living 1 
25 Living 1 
26 Living 1 
27 Living 1 
28 Kitchen 
29 Kitchen 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Stair/Hall 2 
36 Stair/Hall 2 
37 Stair/Hall 2 
38 Stair/Hall 2 
39 Stair/Hall 2 
40 Stair/Hall 2 
41 Stair/Hall 2 
42 Stair/Hall 2 
43 Stair/Hall 2 
44 Stair/Hall 2 

Ceiling L Lft Gypsum 
D Wall U Rgt Gypsum 
B Baseboard L Ctr Wood 
B Door L Ctr u Lft Wood 
B Door L Ctr Lft casing Wood 
B Shelf L Ctr Wood 
A Shelf Supt. L Ctr Wood 

Ceiling u Lft Gypsum 
A Wall U Ctr Gypsum 
A Door L Ctr L Rgt Wood 
A Door L Ctr Rgt casing Wood 

Ceiling U Rgt Gypsum 
A Wall L Rgt Gypsum 
A Baseboard L Rgt Wood 
B Door L Ctr L Lft Wood 
B Door L Ctr Lft casing Wood 

Ceiling U Rgt Gypsum 
B Wall L Ctr Gypsum 
C Baseboard L Ctr Wood 
A Door L Ctr u Lft Wood 
C Ext. Door L Ctr Rgt casing Wood 

Ceiling L Lft Gypsum 
D Wall L Rgt Gypsum 
D Baseboard L Lft Wood 
D Door L Ctr u Lft Wood 
D Door L Ctr Lft casing Wood 
B Cabinet L Ctr Wood 
A Counter L Ctr Wood 

Ceiling u Lft Gypsum 
B Wall u Lft Gypsum 
D Baseboard L Ctr Wood 

Stairs L Lft Stringer Wood 
Stairs Riser Wood 
Stairs Tread Wood 
Railing L Ctr Railing Wood 

A Access Panel L Ctr Metal 
C Door L Ctr L Lft Wood 
C Door L Ctr Lft casing Wood 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
P.-z‘\ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 

Cov. = Cover 

1.1 Std 
1.0 Std 
0.1 Std 
0.0 Std 
0.0 Std 

-0.2 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.0 QM 
6.2 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.2 QM 
0.0) QM 

-0.2: QM 
0.C) QM 
0.1 QM 
0.2 QM 
0.1 QM 
0.2 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 

-0.1: QM 
OL! QM 
0.0 QM 

Lft. = Left P=Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1637A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.7 Std 
2 CALIBRATION 1.1 Std 
3 CALIBRATION 1.0 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige -0.2 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.0 OM 

10 Hall 1 B Door L Ctr U Lft Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
12 Hall 1 B Shelf L Ctr Wood Beige 0.1 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling U Lft Gypsum Beige 0.2 OM 
15 Bath 1 A Wall U Ctr Gypsum Beige 0.0 OM 
16 Bath 1 A Door L Ctr L Rgt Wood Beige 0.0 OM 
17 Bath 1 A Door L Ctr Rgt casing Wood Beige 0.1 OM 
18 Mech Closet Ceiling U Rgt Gypsum Beige 0.1 OM 
19 Mech Closet A Wall L Rgt Gypsum Beige -0.1 OM 
20 Mech Closet A Baseboard L Rgt Wood Beige 0.0 OM 
21 Mech Closet B Door L Ctr L Lft Wood Beige 0.1 OM 
22 Mech Closet B Door L Ctr Lft casing Wood Beige 0.0 OM 
23 Living 1 Ceiling U Rgt Gypsum Beige -0.1 OM 
24 Living 1 B Wall L Ctr Gypsum Beige -0.1 OM 
25 Living 1 C Baseboard L Ctr Wood Beige -0.1 OM 
26 Living 1 A Door L Ctr U Lft Wood Beige 0.0 OM 
27 Living 1 C Ext. Door L Ctr Rgt casing Wood Beige 6.2 OM 
28 Kitchen Ceiling L Lft Gypsum Beige 0.0 OM 
29 Kitchen D Wall L Rgt Gypsum Beige 0.0 OM 
30 Kitchen 0 Baseboard L Lft Wood Beige -0.1 OM 
31 Kitchen 0 Door L Ctr U Lft Wood Beige 0.2 OM 
32 Kitchen 0 Door L Ctr Lft casing Wood Beige 0.0 OM 
33 Kitchen B Cabinet L Ctr Wood Stain -0.2: OM 
34 Kitchen A Counter L Ctr Wood Stain 0.0 OM 
35 Stair/Hall 2 Ceiling U Lft Gypsum Beige 0.1 OM 
36 Stair/Hall 2 B Wall U Lft Gypsum Beige 0.2 OM 
37 Stair/Hall 2 D Baseboard L Ctr Wood Beige 0.1 OM 
38 Stair/Half 2 Stairs L Lft Stringer Wood Stain 02 OM 
39 Stair/Hall 2 Stairs Riser Wood Stain -0.1 OM 
40 Stair/Hall 2 Stairs Tread Wood Stain -0.1 OM 
41 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.1 OM 
42 Stair/Hall 2 A Access Panel L Ctr Metal Beige -0.1, OM 
43 Stair/Hall 2 C Door L Ctr L Lft Wood Beige 02 OM 
44 Stair/Hall 2 C Door L Ctr Lft casing Wood Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Sa/ust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1637A 

Page 2 of 3 

Read Room Paint Lead 
--““y No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Bath 2 
48 Bath 2 
49 Bath 2 
50 Bath 2 
51 Bedroom 1 
52 Bedroom 1 
53 Bedroom f 
54 Bedroom 1 
55 Bedroom 1 
56 Bedroom 1 
57 Bedroom 1 
58 Bedroom 2 
59 Bedroom 2 
60 Bedroom 2 
61 Bedroom 2 
62 Bedroom 2 
63 Closet 1 
64 Closet 1 
65 Closet 1 
66 Closet 1 
67 Closet I 

_,,e.m\ 68 Closet I 
69 Closet 1 
70 Closet2 

71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Closet 2 
78 Closet 2 
79 Exterior A 
80 Exterior A 
81 Exterior A 
82 Exterior A 
83 Exterior A 
84 Exterior A 
85 Exterior A 
86 Exterior A 
87 Exterior A 
88 Exterior A 

Wall* Structure Location Member Cond. Substrate Color (mglcm2) Mode 
B Shelf L Ctr I Wood 0.0 QM 
B 

A 
A 
A 

D 
A 
C 
C 
C 
A 

B 
B 
D 
D 

C 
C 
B 
B 
D 
D 

A 
B 
B 
B 
C 
C 

A 
A 
A 
A 
A 
A 
A 
A 
A 
A 

Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Attic Panel 
Panel Frame 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 

L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Ctr 
L Ctr 
L Ctr 
u Lft 
u Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

L Rgt 
Lft casing 

L Lft 
Lft casing 

L Lft 
Rgt casing 

Rgt casing 

NC Line Cov. L Ctr 
Fascia L Ctr 
Sofflt L Ctr 
U. Facing L Ctr 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 

Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Metal 
Wood 
Wood 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
White 
White 
Beige 
Beige 
White 
White 
Beige 

0.0 QM 
0.0 QM 

-0.1 QM 
0.1 QM 
0.3 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.4. QM 
0.0 QM 

-0.3 QM 
0.0 QM 
0.0 QM 
0.0 QM 
O.S! QM 
0.1 QM 
0. I. QM 
0.3 QM 

-0.3 QM 
-0.1 QM 
0.4 QM 
0.0 QM 
0.2 QM 
0.2 QM 

-0.'1 QM 
-O.‘l QM 
-0.2 QM 
-0.3 QM 
1.6 QM 
2. 'I QM 
0.0 QM 
0.:3 QM 
2.0 QM 
0.0 QM 
0.0 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
/’ -T 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

Supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1637A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 B Shelf L Ctr I Wood Beige 0.0 OM 
46 Stair/Hall 2 B Shelf Supt. L Ctr I Wood Beige 0.0 OM 
47 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
48 Bath 2 A Wall U Rgt Gypsum Beige -0.1 OM 
49 Bath 2 A Door L Ctr U Ctr Wood Beige 0.1 OM 
50 Bath 2 A Door L Ctr Rgt casing Wood Beige 0.3 OM 
51 Bedroom 1 Ceiling L Lft Gypsum Beige -0.1 OM 
52 Bedroom 1 0 Wall U Rgt Gypsum Beige 0.0 OM 
53 Bedroom 1 A Baseboard L Rgt Wood Beige 0.1 OM 
54 Bedroom 1 C Door L Ctr U Ctr Wood Beige 0.1 OM 
55 Bedroom 1 C Door L Ctr Lft casing Wood Beige -0.1 OM 
56 Bedroom 1 C Shelf L Ctr Wood Beige 0.1 OM 
57 Bedroom 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
58 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
59 Bedroom 2 B Wall U Lft Gypsum Beige 0.0 OM 
60 Bedroom 2 B Baseboard L Ctr Wood Beige 0.1 OM 
61 Bedroom 2 0 Door L Ctr L Rgt Wood Beige 0.1 OM 
62 Bedroom 2 0 Door L Ctr Lft casing Wood Beige 0.4 OM 
63 Closet 1 Ceiling U Lft Gypsum Beige 0.0 OM 
64 Closet 1 C Wall U Lft Gypsum Beige -O.~) OM 
65 Closet 1 C Baseboard L Ctr Wood Beige 0.0 OM 
66 Closet 1 B Door L Ctr L Lft Wood Beige 0.0 OM 
67 Closet 1 B Door L Ctr Lft casing Wood Beige 0.0 OM 
68 Closet 1 0 Shelf L Ctr Wood Beige 0.2 OM 
69 Closet 1 0 Shelf Supt. L Ctr Wood Beige 0.1 OM 
70 Closet 2 Ceiling U Lft Gypsum Beige 0.1. OM 
71 Closet 2 A Wall L Rgt Gypsum Beige O.~I OM 
72 Closet 2 B Baseboard L Rgt Wood Beige -0.1i OM 
73 Closet 2 B Door L Ctr L Lft Wood Beige -0.11 OM 
74 Closet 2 B Door L Ctr Rgt casing Wood Beige 0.4 OM 
75 Closet 2 C Shelf L Ctr Wood Beige 0.0 OM 
76 Closet 2 C Shelf Supt. L Ctr Wood Beige 0.2 OM 
77 Closet 2 Attic Panel L Ctr Wood Beige 0.2 OM 
78 Closet 2 Panel Frame L Ctr Wood Beige -0:1 OM 
79 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0:1 OM 
80 Exterior A A Threshold L Ctr Concrete Beige -0.2 OM 
81 Exterior A A Wall L Rgt Concrete Beige -0.:3 OM 
82 Exterior A A Ext. Door L Ctr Rgt casing Wood White 1.{3 OM 
83 Exterior A A Door Trim L Ctr Wood White 2.'1 OM 
84 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
85 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.:3 OM 
86 Exterior A A Fascia L Ctr P Wood White 2.0 OM 
87 Exterior A A Soffit L Ctr Wood White 0.0 OM 
88 Exterior A A U. Facing L Ctr Concrete Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

CtL = Center Std = 30 Second Mode StOL = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1637A 

Read Room 
““‘*” No . Name 

89 Exterior A 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
A Stor. Roof L Ctr I Concrete Beige 0.0 QM 

90 Exterior B B 
91 Exterior B B 
92 Exterior B B 
93 Exterior C C 
94 Exterior C C 
95 Exterior C C 
96 Exterior C C 
97 Exterior C C 
98 Exterior C C 
99 Stor. 1 

100 Stor. 1 B 
101 Stor. 1 B 
102 CALI BRATI ON 
103 CALIBRATION 
104 CALIBRATION 
105 CALIBRATION 
106 CALIBRATION 
107 CALIBRATION 

Wall u Lft 
Fascia L Ctr 
Soffit L Ctr 
Wall L Lft 
Door Trim L Ctr 
Threshold L Ctr 
Patio Fence L Ctr 
Fascia L Ctr 
Soffit L Ctr 
Ceiling L Ctr 
Wall L Ctr 
Ext. Door L Ctr Lft Casing 

I 

I 
P 
I 

P 
I 
I 

F 

Concrete 
Wood 
Wood 
Concrete 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Wood 

Beige 
White 
White 
Beige 
White 
Beige 
Beige 
White 
White 
Beige 
Beige 
White 

0.1 
2.8 
0.0 

-0.3 
1.6 
0.2 

-0.1 
7.0 
0.0 
0.1 
0.3 

1.0 
0.9 
1.0 
0.0 
0.0 
0.0 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
Std 
Std 
Std 
Std 
Std 
Std 

‘Used to designate from which wail (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
il I, 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1637A 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Exterior A A Stor. Roof L Ctr I Concrete Beige 0.0 QM 
90 Exterior B B Wall U Lft Concrete Beige 0.1 QM 
91 Exterior B B Fascia L Ctr Wood White 2.8 QM 
92 Exterior B B Soffit L Ctr I Wood White 0.0 QM 
93 Exterior C C Wall L Lft I Concrete Beige -0.3 OM 
94 Exterior C C Door Trim L Ctr P Wood White 1.6 OM 
95 Exterior C C Threshold L Ctr I Concrete Beige 0.2 OM 
96 Exterior C C Patio Fence L Ctr Concrete Beige -0.1 OM 
97 Exterior C C Fascia L Ctr P Wood White 7.0 OM 
98 Exterior C C Soffit L Ctr I Wood White 0.0 OM 
99 Stor. 1 Ceiling L Ctr Concrete Beige 0.1 OM 

100 Stor. 1 B Wall L Ctr Concrete Beige 0.3 QM 
101 Stor. 1 B Ext. Door L Ctr Lft Casing F Wood White 1 QM 
102 CALIBRATION 1.0 Std 
103 CALIBRATION 0.9 Std 
104 CALIBRATION 1.0 Std 
105 CALIBRATION 0.0 Std 
106 CALIBRATION 0.0 Std 
107 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, S, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1638B 

Read Room Paint Lead 
r’=s. No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

1 CALIBRATION 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

IO Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,* .i, 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
B 
D 
D 
D 
A 

C 
B 
B 
A 
D 

C 
C 
B 
B 

C 
D 
A 
A 

B 
D 
C 
D 
B 
B 

D 
C 
A 
A 
C 
A 
A 

Ceiling L Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling L Lft 
Wall u Lft 
Door L Ctr 
Door L Ctr 
Shelf L Ctr 
Shelf Supt. L Ctr 
Ceiling u Lft 
Wall U Ctr 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Ceiling u Lft 
Wall U Rgt 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Ceiling L Lft 
Wall U Ctr 
Baseboard L Rgt 
Door L Ctr 
Door L Ctr 
Cabinet L Ctr 
Counter L Ctr 
Ceiling L Rgt 
Wall U Rgt 
Baseboard L Ctr 
Door L Ctr 
Door L Ctr 
Flight L Ctr 
U. Molding L Ctr 
Balust. Beam L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

0.8 
1 .o 
0.9 
0.1 
0.0 
0.1 
0.0 
0.2 

-0.1 
-0.1 
0.0 
0.3 
0.3 
0.0 
0.3 
0.0 
0.3 
0.0 
0.1 
0.3 
0.0 
0.2 
0.0, 
0.2 

-03 
0.2: 
0.1 

-0.1 
0.2: 
0.3 
0.0 
0.1 
0.3 
0.2 
0.1 
0.3 

-0.1 
0.0 
0.3 
0.41 

-0.1 
O.i! 
0.2 

-0.7 

Std 
Std 
Std 
Std 
Std 
Std 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

f”-*=-. L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1638B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.9 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.1 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 B Wall U Ctr Gypsum Beige 0.2 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 D Door L Ctr U Ctr Wood Beige -0.1 OM 
11 Hall 1 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 D Shelf L Ctr Wood Beige 0.3 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.3 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.0 OM 
15 Bath 1 C Wall U Lft Gypsum Beige 0.3 OM 
16 Bath 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.3 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 D Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling U Lft Gypsum Beige 0.3 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.0 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige 0.2 OM 
23 Closet 1 B Door L Ctr U Lft Wood Beige 0.0. OM 
24 Closet 1 B Door L Ctr Lft casing Wood Beige 0.2 OM 
25 Mech Closet Ceiling U Lft Gypsum Beige -0.3 OM 
26 Mech Closet C Wall U Rgt Gypsum Beige 0.2 OM 
27 Mech Closet D Baseboard L Ctr Wood Beige 0.1 OM 
28 Mech Closet A Door L Ctr U Ctr Wood Beige -0.1 OM 
29 Mech Closet A Door L Ctr Lft casing Wood Beige 0.2 OM 
30 Kitchen Ceiling L Lft Gypsum Beige 0.3 OM 
31 Kitchen B Wall U Ctr Gypsum Beige 0.0 OM 
32 Kitchen D Baseboard L Rgt Wood Beige 0.1 OM 
33 Kitchen C Door L Ctr U Ctr Wood Beige O.~i OM 
34 Kitchen D Door L Ctr Lft casing Wood Beige 0.2 OM 
35 Kitchen B Cabinet L Ctr Wood Stain 0.1 OM 
36 Kitchen B Counter L Ctr Wood Stain 0.3 OM 
37 Living 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
38 Living 1 D Wall U Rgt Gypsum Beige 0.0 OM 
39 Living 1 C Baseboard L Ctr Wood Beige O.~) OM 
40 Living 1 A Door L Ctr U Ctr Wood Beige 0.4 OM 
41 Living 1 A Door L Ctr Rgt casing Wood Beige -0.1 OM 
42 Living 1 C Flight L Ctr Wood Beige 0.2 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.2 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige -0:1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctf. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Pagls 2 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1638B 

Read 
*-‘N No. 

Room 
Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bedroom 3 
67 Bedroom 3 

,, .*I__ 68 Bedroom 3 
69 Bedroom 3 
70 Bedroom 3 
71 Bedroom 3 
72 Bedroom 3 
73 Bath 3 
74 Bath 3 
75 Bath 3 
76 Bath 3 
77 Bedroom 4 
78 Bedroom 4 
79 Bedroom 4 
80 Bedroom 4 
81 Bedroom 4 
82 Bedroom 4 
83 Bedroom 4 
84 Bedroom 4 
85 Bedroom 4 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 1 

C 
D 
C 
C 
C 

C 
B 
B 
B 

A 
D 
D 

C 
D 
D 
D 
D 
D 

B 
C 
C 

A 
B 
A 
A 
A 
A 
C 
C 
C 
C 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Window 
Window 
Window 
Window 
Ceiling 

L Lft 
U Rgt 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
u Lft 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 
L Ctr 
L Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 

Newel post I 
Balusters I 

Stringer I 
Riser I 
Tread I 
Railing I 
Railing cap I 

U Ctr I 
Lft casing I 

U Ctr I 
Rgt casing I 

U Ctr I 
Rgt casing I 

U Ctr I 
Rgt casing I 

U Ctr I 
Rgt casing I 

Sill I 
Apron I 
Sill I 
Apron I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

No. = Number Cov. = Cover 

Cond. = Condition 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

0.0 QM 
0.1 QM 
0.1 QM 
0.3 QM 
0.3 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.3 QM 
0.3 QM 
0.2 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.01 QM 
0.3’ QM 
0.1 QM 
0.2: QM 
0.3 QM 
0.0 QM 

-0.1 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.2 QM 
0.0 QM 

-0.l QM 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1638B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Lft I Gypsum Beige 0.0 OM 
46 Stair/Half 2 C Waif U Rgt Gypsum Beige 0.1 OM 
47 Stair/Hall 2 0 Baseboard L Ctr Wood Beige 0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.3 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.3 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain -0.1 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
54 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.1 OM 
55 Stair/Half 2 Stairs L Lft Railing cap Wood Beige 0.1 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.2 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 C Panel Frame L Ctr Wood Beige 0.0 OM 
59 Stair/Hall 2 B Door L Ctr U Ctr Wood Beige 0.0 OM 
60 Stair/Half 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
61 Stair/Hall 2 B Access Panel L Ctr Metal Beige 0.0 OM 
62 Bath 2 Ceiling L Lft Gypsum Beige 0.2 OM 
63 Bath 2 A Wall U Lft Gypsum Beige 0.3 OM 
64 Bath 2 0 Door L Ctr U Ctr Wood Beige 0.3 OM 
65 Bath 2 0 Door L Ctr Rgt casing Wood Beige 0.2 OM 
66 Bedroom 3 Ceiling L Lft Gypsum Beige -0.1 OM 
67 Bedroom 3 C Wall L Ctr Gypsum Beige 0.1 OM 
68 Bedroom 3 0 Baseboard L Rgt Wood Beige 0.0 OM 
69 Bedroom 3 0 Door L Ctr U Ctr Wood Beige 0.1 OM 
70 Bedroom 3 0 Door L Ctr Rgt casing Wood Beige 0.0 OM 
71 Bedroom 3 0 Shelf L Ctr Wood Beige 0.3- OM 
72 Bedroom 3 0 Shelf Supt. L Ctr Wood Beige 0.1 OM 
73 Bath 3 Ceiling U Rgt Gypsum Beige 0.2 OM 
74 Bath 3 B Wall U Rgt Gypsum Beige 0.3, OM 
75 Bath 3 C Door L Ctr U Ctr Wood Beige 0.0 OM 
76 Bath 3 C Door L Ctr Rgt casing Wood Beige -0.1 OM 
77 Bedroom 4 Ceiling L Lft Gypsum Beige 0.0 OM 
78 Bedroom 4 A Wall L Rgt Gypsum Beige -0.1 OM 
79 Bedroom 4 B Baseboard L Ctr Wood Beige -0.1 OM 
80 Bedroom 4 A Door L Ctr U Ctr Wood Beige 0.0 OM 
81 Bedroom 4 A Door L Ctr Rgt casing Wood Beige 0.1 OM 
82 Bedroom 4 A Shelf L Ctr Wood Beige 0.0 OM 
83 Bedroom 4 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
84 Bedroom 4 C Window L Ctr Sill Wood Beige -0.1 OM 
85 Bedroom 4 C Window L Ctr Apron Wood Beige 0.0 OM 
86 Bedroom 3 C Window L Ctr Sill Wood Beige 0.2 OM 
87 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 OM 
88 Bedroom 1 Ceiling L Lft Gypsum Beige -0:1 OM 

·Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1638B 

Read Room Paint Lead 
“‘-“Y No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

89 Bedroom 1 
90 Bedroom 1 
91 Bedroom 1 
92 Bedroom 1 
93 Bedroom 1 
94 Bedroom 1 
95 Bedroom 2 
96 Bedroom 2 
97 Bedroom 2 
98 Bedroom 2 
99 Bedroom 2 

100 Bedroom 2 
101 Bedroom 2 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

ra-=j 112 Exterior A 
I 13 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Stor. 1 
125 Stor. 1 
126 Stor. 1 
127 CALIBRATION 
128 CALIBRATION 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 

- I3 

C 
B 
C 
B 
C 

C 
B 
D 
D 
D 
C 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

B 
D 

Wall u Lft 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Stoop Ceil. 
Wall 
Threshold 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 
Ceiling 
Wall 
Ext. Door 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Rgt casing 

U Ctr 
Rgt casing 

Lft casing 

Rgt Casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
P 
I 
I 
I 
P 
I 
I 
I 
I 
I 
I 
I 
P 

Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete White 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

jgj.y ,,,.c._ 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

0.1 QM 
-0.1 QM 
-0.1 QM 
0.3 QM 
0.1 QM 

-0.2 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.2 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
-0.2 QM 
-0.1 QM 
3.7 QM 
4.4 QM 
0.0 QM 
0.2 QM 
0.2 QM 
2.2 QM 
0.1 QM 

-0.2 QM 
-0.1 QM 
3.7 QM 
0.01 QM 
O.Cf QM 
0.0 QM 
5.9 QM 
0.3 QM 
3.6 QM 
0.1 QM 
0 C’ .d QM 

-0.1 QM 
0 QM 

0.4. QM 
2.3 QM 
1 .o Std 
1.0 Std 
1 .o Std 
0.0 Std 
O.^l Std 
0.0 Std 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1638B 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 1 B Wall U Lft I Gypsum Beige 0.1 OM 
90 Bedroom 1 C Baseboard L Ctr Wood Beige -0.1 OM 
91 Bedroom 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
92 Bedroom 1 C Door L Ctr Rgt casing Wood Beige 0.3 OM 
93 Bedroom 1 B Shelf L Ctr Wood Beige 0.1 OM 
94 Bedroom 1 C Shelf Supt. L Ctr Wood Beige -0.2 OM 
95 Bedroom 2 Ceiling L Rgt Gypsum Beige 0.2 OM 
96 Bedroom 2 C Wall L Ctr Gypsum Beige 0.1 OM 
97 Bedroom 2 B Baseboard L Ctr Wood Beige 0.0 OM 
98 Bedroom 2 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
99 Bedroom 2 0 Door L Ctr Rgt casing Wood Beige 0.1 OM 

100 Bedroom 2 0 Shelf L Ctr Wood Beige -0.1 OM 
101 Bedroom 2 C Shelf Supt. L Ctr Wood Beige -0.1 OM 
102 Exterior A A Stoop Ceil. L Ctr Concrete Beige -0.1 OM 
103 Exterior A A Wall U Ctr Concrete Beige -0.2 OM 
104 Exterior A A Threshold L Ctr Concrete Beige -0.1 OM 
105 Exterior A A Ext. Door L Ctr Lft casing Wood White 3.7 QM 
106 Exterior A A Door Trim L Ctr Wood White 4.4 OM 
107 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
108 Exterior A A Fence Inlay L Ctr Concrete White 0.2 OM 
109 Exterior A A AlC Line Cov. L Ctr Metal Beige 0.2 OM 
110 Exterior A A Fascia L Ctr F Wood White 2.2 OM 
111 Exterior A A Soffit L Ctr Wood White 0.1 OM 
112 Exterior A A U. Facing L Ctr Concrete Beige -0.2 OM 
113 Exterior C C Wall U Ctr Concrete Beige -0.1 OM 
114 Exterior C C Door Trim L Ctr P Wood White 3.7 OM 
115 Exterior C C Threshold L Ctr Concrete Beige 0.0 OM 
116 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
117 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
118 Exterior C C Fascia L Ctr P Wood White 5.9 OM 
119 Exterior C C Soffit L Ctr Wood White 0.::' OM 
120 Exterior C C Win. Frame L Ctr Wood Beige 3.6 OM 
121 Exterior C C U. Trim L Ctr Wood Beige 0.1 OM 
122 Exterior C C Siding L Ctr Wood Beige 0.2: OM 
123 Exterior C C Stor. Roof L Ctr Concrete Beige -0.1 OM 
124 Stor. 1 Ceiling L Ctr Concrete Beige 0 OM 
125 Stor. 1 B Wall L Ctr Concrete Beige 0.4 OM 
126 Stor. 1 0 Ext. Door L Ctr Rgt Casing P Wood White 2.3 OM 
127 CALIBRATION 1.0 Std 
128 CALIBRATION 1.0 Std 
129 CALIBRATION 1.0 Std 
130 CALIBRATION 0.0 Std 
131 CALIBRATION O. ~l Std 
132 CALIBRATION 0.0 Std 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Star. = Storage Ex!. = Exterior 



Page 1 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1639C 

Read Room Paint Lead 
,*“% No. Name Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Bath 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

,A‘-. _ 24 Closet 1 
25 Closet 1 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Living 1 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Stair/Hall 2 

D 
B 
B 
B 
B 
A 

A 
D 
D 
D 
A 
A 

C 
D 
D 

C 
B 
B 

A 
B 
B 
B 
D 

C 
A 
A 
A 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Flight 
U. Molding 
Balust. Beam 
Ceiling 

L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
u Lft 
u Lft 
U Ctr 
L Ctr 
L Ctr 
L Rgt 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 

U Ctr 
Rgt casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 
Lft casing 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Vinyl Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wail A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

0.9 Std 
1.1 Std 
0.1 Std 
0.0 Std 
0.0 Std 
0.0 QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 

-0.3 QM 
0.0 QM 
0.0 QM 
0.3 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.2 QM 
0.2 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.3 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
0.01 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
0.0 QM 
0.1 QM 
0.0 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 3 
KEY WEST, FL 
UNIT 1639C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 1.0 Std 
2 CALIBRATION 0.9 Std 
3 CALIBRATION 1.1 Std 
4 CALIBRATION 0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling L Lft Gypsum Beige 0.0 OM 
8 Hall 1 0 Wall U Rgt Gypsum Beige 0.0 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige -0.1 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige -0.1 OM 
11 Hall 1 B Door L Ctr Rgt casing Wood Beige 0.0 OM 
12 Hall 1 B Shelf L Ctr Wood Beige -0.3 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige 0.0 OM 
14 Bath 1 Ceiling U Rgt Gypsum Beige 0.0 OM 
15 Bath 1 A Wall L Ctr Gypsum Beige 0.3 OM 
16 Bath 1 0 Door L Ctr U Ctr Wood Beige -0.1 OM 
17 Bath 1 0 Door L Ctr Lft casing Wood Beige -0.1 OM 
18 Bath 1 0 Baseboard L Ctr Vinyl Beige 0.0 OM 
19 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
20 Bath 1 A Shelf Supt. L Ctr Wood J;3eige 0.3 OM 
21 Closet 1 Ceiling L Lft Gypsum Beige 0.2 OM 
22 Closet 1 C Wall U Rgt Gypsum Beige 0.2 OM 
23 Closet 1 0 Baseboard L Ctr Wood Beige 0.3 OM 
24 Closet 1 0 Door L Ctr U Ctr Wood Beige 0.1 OM 
25 Closet 1 Door U Lft Lft casing Wood Beige 0.0 OM 
26 Mech Closet Ceiling U Lft Gypsum Beige 0.0 OM 
27 Mech Closet C Wall U Ctr Gypsum Beige 0.1 OM 
28 Mech Closet B Door L Ctr U Ctr Wood Beige 0.0 OM 
29 Mech Closet B Door L Ctr Lft casing Wood Beige -0.1 OM 
30 Kitchen Ceiling L Rgt Gypsum Beige 0.1 OM 
31 Kitchen A Wall U Rgt Gypsum Beige -0.1 OM 
32 Kitchen B Baseboard L Ctr Wood Beige -0.1 OM 
33 Kitchen B Door L Ctr U Lft Wood Beige -0.1 OM 
34 Kitchen B Door L Ctr Lft casing Wood Beige 0.3 OM 
35 Kitchen 0 Cabinet L Ctr Wood Beige 0.0 OM 
36 Living 1 Ceiling L Lft Gypsum Beige 0.1 OM 
37 Living 1 C Wall U Rgt Gypsum Beige -0.1 OM 
38 Living 1 A Baseboard L Rgt Wood Beige 0.01 OM 
39 Living 1 A Door L Ctr U Lft Wood Beige 0.1 OM 
40 Living 1 A Door L Ctr Lft casing Wood Beige 0.1 OM 
41 Living 1 A Flight L Ctr Wood Beige -0.1 OM 
42 Living 1 A U. Molding L Ctr Wood Beige 0.0 OM 
43 Living 1 A Balust. Beam L Ctr Wood Beige 0.1 OM 
44 Stair/Hall 2 Ceiling U Lft Gypsum Beige 0.0 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rg!. =: Right QM =: Quick Mode Sup!. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT tNSPECTlON REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 16396 

Page 2 of 3 

Read Room 
‘-“\ No. Name 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Bath 2 
61 Bath 2 
62 Bath 2 
63 Bath 2 
64 Bedroom 1 
65 Bedroom 1 
66 Bedroom 1 
67 Bedroom 1 

_* -, 68 Bedroom 1 
69 Bedroom 1 
70 Closet 2 
71 Closet 2 
72 Closet 2 
73 Closet 2 
74 Closet 2 
75 Closet 2 
76 Closet 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 2 
82 Bedroom 2 
83 Bedroom 2 
84 Bedroom 2 
85 Bedroom 2 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

Wall L Ctr I Gypsum Beige AC!- QM A 
B 
C 
C 
A 

D 
C 

D 
B 
B 

C 
C 
D 
C 
D 

C 
B 
B 
B 
A 
D 

D 
A 
A 
A 
C 
C 
A 
A 

D 
D 

Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Ceiling 
Wail 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 

L Ctr 
L Rgt 
L Rgt 
L Ctr 
L Lft 

Newel post 
Balusters 

L Ctr 
L Lfi 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Rgt 
U Rgt 
L Ctr 

Stringer 
Riser 
Tread 
Railing 
Railing cap 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 

U Ctr 
Lft casing 
Sill 
Apron 

Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Stain 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Metal Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 

0.1 QM 
-02 QM 
0.0 QM 
0.0 QM 
0.3 QM 
0.2: QM 
0.0 QM 
0 C' .4 QM 

-0.1 QM 
0.0 QM 
O.-T! QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.2! QM 
0.2 QM 

-O.li QM 
0.0 QM 
0.71 QM 
0.0 QM 

-0.2 QM 
-0.2 QM 
0.2 QM 
0.l QM 
0.3 QM 
0.2 QM 
0.0 QM 
0. ‘I QM 
0.0 QM 
0.0 QM 
0.0 QM 
0:l QM 
0.0 QM 

-0.l QM 
0.2 QM 
0.2 QM 

-0. ‘1 QM 
0.:3 QM 
0.0 QM 
0.0 QM 
0.1 QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

,~“_.. KEY 
L = Lower 

U = Upper 

I = Intact 

F = Fair 

Balust. = Baluster 

Win. = Window 

No. = Number 

Cond. = Condition 

Cov. = Cover 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 2 of 3 
KEY WEST, FL 
Unit 1639C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 A Wall L Ctr I Gypsum Beige 0.3, OM 
46 Stair/Hall 2 B Baseboard L Ctr Wood Beige 0.1 OM 
47 Stair/Hall 2 C Stairs L Rgt Newel post Wood Beige -0.2: OM 
48 Stair/Hall 2 C Stairs L Rgt Balusters Wood Beige 0.0 OM 
49 Stair/Hall 2 A Balust. Beam L Ctr Wood Beige 0.0 OM 
50 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.::. OM 
51 Stair/Hall 2 Stairs Riser Wood Stain 0.2 OM 
52 Stair/Hall 2 Stairs Tread Wood Stain 0.0 OM 
53 Stair/Hall 2 Railing L Ctr Railing Wood Stain 0.::; OM 
54 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige -0.1 OM 
55 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
56 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.2 OM 
57 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.0 OM 
58 Stair/Hall 2 0 Door L Ctr U Ctr Wood Beige 0.2 OM 
59 Stair/Hall 2 C Door L Ctr Lft casing Wood Beige 0.1 OM 
60 Bath 2 Ceiling L Lft Gypsum Beige 0.0 OM 
61 Bath 2 0 Wall L Ctr Gypsum Beige 0.0 OM 
62 Bath 2 B Door L Ctr U Ctr Wood Beige 0.2 OM 
63 Bath 2 B Door L Ctr Lft casing Wood Beige 0.2 OM 
64 Bedroom 1 Ceiling L Lft Gypsum Beige -0.1i OM 
65 Bedroom 1 C Wall U Rgt Gypsum Beige 0.0 OM 
66 Bedroom 1 C Baseboard L Rgt Wood Beige 0.11 OM 
67 Bedroom 1 0 Door L Ctr U Ctr Wood Beige 0.0 OM 
68 Bedroom 1 C Door L Ctr Lft casing Wood Beige -0.2 OM 
69 Bedroom 1 0 Access Panel L Ctr Metal Beige -0.2 OM 
70 Closet 2 Ceiling L Lft Gypsum Beige 0.2 OM 
71 Closet 2 C Wall L Ctr Gypsum Beige 0:1 OM 
72 Closet 2 B Baseboard L Ctr Wood Beige 0.~3 OM 
73 Closet 2 B Door L Ctr U Ctr Wood Beige 0.2 OM 
74 Closet 2 B Door L Ctr Lft casing Wood Beige 0.0 OM 
75 Closet 2 A Shelf L Ctr Wood Beige 0:1 OM 
76 Closet 2 0 Shelf Supt. L Ctr Wood Beige 0.0 OM 
77 Bedroom 2 Ceiling U Rgt Gypsum Beige 0.0 OM 
78 Bedroom 2 0 Wall U Ctr Gypsum Beige 0.0 OM 
79 Bedroom 2 A Baseboard L Ctr Wood Beige 0:1 OM 
80 Bedroom 2 A Door L Ctr U Ctr Wood Beige 0.0 OM 
81 Bedroom 2 A Door L Ctr Lft casing Wood Beige -0 .. 1 OM 
82 Bedroom 2 C Window L Ctr Sill Wood Beige 02 OM 
83 Bedroom 2 C Window L Ctr Apron Wood Beige 0.:2 OM 
84 Bedroom 2 A Shelf L Ctr Wood Beige -0.1 OM 
85 Bedroom 2 A Shelf Supt. L Ctr Wood Beige 0.:3 OM 
86 Bedroom 3 Ceiling U Rgt Gypsum Beige 0.0 OM 
87 Bedroom 3 0 Wall U Rgt Gypsum Beige 0.0 OM 
88 Bedroom 3 0 Baseboard L Ctr Wood Beige 0.1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

CtL = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 3 of 3 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1639C 

Read Room Paint Lead 
“-;day No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm*) Mode 

89 Bedroom 3 
90 Bedroom 3 
91 Bedroom 3 
92 Bedroom 3 
93 Bedroom 3 
94 Bedroom 3 
95 Stor. 1 
96 Stor. 1 
97 Stor. 1 
98 Exterior A 
99 Exterior A 

100 Exterior A 
101 Exterior A 
102 Exterior A 
103 Exterior A 
IO4 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior C 
110 Exterior C 
111 Exterior C 

0-W 112 Exterior C 
113 Exterior C 
114 Exterior C 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 CALIBRATION 
121 CALIBRATION 
122 CALIBRATION 
123 CALIBRATION 
124 CALIBRATION 
125 CALIBRATION 

A 
A 
C 
C 
A 
B 

C 
B 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

Door 
Door 
Window 
Window 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Ext. Door 
Stoop Ceil. 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soft2 
U. Facing 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 

L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr I 
Rgt casing I 
Sill I 
Apron I 

Lft casing I 
I 
I 
I 

Lft casing P 

P 

I 

I 

I 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Concrete 
Concrete 
Concrete 
Wood 
Wood 
Concrete 
Concrete 
Metal 
Wood 
Wood 
Concrete 
Concrete 
Wood 
Wood 
Wood 
Concrete 
Wood 
Wood 
Wood 
Wood 
Wood 
Concrete 

Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
Grey 
White 
White 
Grey 
Grey 
White 
White 
Grey 
Grey 
White 
White 
Grey 
Grey 
Grey 
Grey 

0.0 QM 
0.2 QM 

-0.1 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
0.0 QM 
2.0 QM 

-0.1 QM 
0.0 QM 
0.2 QM 
2.8 QM 
2.4 QM 

-0.1 QM 
-0.1 QM 
0.2 QM 
3.6 QM 
0.0, QM 

-0.1 QM 
0.1 QM 
2.2: QM 
0.0 QM 

-0.1 QM 
0.C) QM 
2.7 QM 
0.0 QM 
2.6 QM 
2.7 QM 
0.3 QM 
0.0 QM 
0.9 Std 
0.7 Std 
1.1 Std 
0.1 Std 
0.0 Std 
0.1 Std 

KEY ,a-*. 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mglcm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 3 
KEY WEST, FL 
UNIT 1639C 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 A Door L Ctr U Ctr I Wood Beige 0.0 OM 
90 Bedroom 3 A Door L Ctr Rgt casing Wood Beige 0.2 OM 
91 Bedroom 3 C Window L Ctr Sill Wood Beige -0.1 OM 
92 Bedroom 3 C Window L Ctr Apron Wood Beige 0.0 OM 
93 Bedroom 3 A Shelf L Ctr Wood Beige 0.1 OM 
94 Bedroom 3 B Shelf Supt. L Ctr Wood Beige -0.1 OM 
95 Stor. 1 Ceiling L Lft Concrete Beige -0.1 OM 
96 Stor. 1 C Wall U Ctr Concrete Beige 0.0 OM 
97 Stor. 1 B Ext. Door L Ctr Lft casing Wood Beige 2.0 OM 
98 Exterior A A Stoop Ceil. L Ctr Concrete Grey -0.1 OM 
99 Exterior A A Threshold L Ctr Concrete Grey 0.0 OM 

100 Exterior A A Wall L Ctr Concrete Grey 0.2 OM 
101 Exterior A A Ext. Door L Ctr Lft casing P Wood White 2.8 OM 
102 Exterior A A Door Trim L Ctr Wood White 2.4 OM 
103 Exterior A A Patio Fence L Ctr Concrete Grey -0.1 OM 
104 Exterior A A Fence Inlay L Ctr Concrete Grey -0.1 OM 
105 Exterior A A AlC Line Cov. L Ctr Metal Grey 0.2 OM 
106 Exterior A A Fascia L Ctr P Wood White 3.6 OM 
107 Exterior A A Soffit L Ctr I Wood White 0.0 OM 
108 Exterior A A U. Facing L Ctr Concrete Grey -0.1 OM 
109 Exterior C C Wall U Ctr Concrete Grey 0.1 OM 
110 Exterior C C Door Trim L Ctr Wood White 2.2 OM 
111 Exterior C C Threshold L Ctr Wood White 0.01 OM 
112 Exterior C C Overhang L Ctr Wood Grey -0.1 OM 
113 Exterior C C Patio Fence L Ctr Concrete Grey 0.0 OM 
114 Exterior C C Fascia L Ctr Wood White 2.7' OM 
115 Exterior C C Soffit L Ctr Wood White 0.0 OM 
116 Exterior C C Win. Frame L Ctr Wood Grey 2.6 OM 
117 Exterior C C U. Trim L Ctr Wood Grey 2." OM 
118 Exterior C C Siding L Ctr Wood Grey 0.3 OM 
119 Exterior C C Stor. Roof L Ctr Concrete Grey 0.0 OM 
120 CALIBRATION O.~) Std 
121 CALIBRATION 0-' .1 Std 
122 CALIBRATION 1.1 Std 
123 CALIBRATION 0.1 Std 
124 CALIBRATION 0.0 Std 
125 CALIBRATION 0.1, Std 

'Used to designate from which wall (side of the room) a reading is taken, 

Wall A = address side of the building (A. B. and C walls are labelled in a clockwise fashion,) 

KEY 
L = Lower 

U = Upper 

Lft = Left 

Rgt = Right 

Ctr. = Center 

I = Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Balust. = Baluster 

Win, = Window 

Ceil. = Ceiling 

Supt = Support 

Stor. = Storage 

No, = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech, = Mechanical 

Ext = Exterior 



Page 1 of 4 LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16400 

Read Room Paint Lead 
F*- No. Name Wall* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 
3 CALIBRATION 
4 CALIBRATION 
5 CALIBRATION 
6 CALIBRATION 
7 Hall 1 
8 Hall 1 
9 Hall 1 

10 Hall 1 
11 Hall 1 
12 Hall 1 
13 Hall 1 
14 Bath 1 
15 Bath 1 
16 Bath 1 
17 Bath 1 
18 Bath 1 
19 Bath 1 
20 Closet 1 
21 Closet 1 
22 Closet 1 
23 Closet 1 

^I “‘, 24 Closet 1 
25 Mech Closet 
26 Mech Closet 
27 Mech Closet 
28 Mech Closet 
29 Mech Closet 
30 Kitchen 
31 Kitchen 
32 Kitchen 
33 Kitchen 
34 Kitchen 
35 Kitchen 
36 Kitchen 
37 Living 1 
38 Living 1 
39 Living 1 
40 Living 1 
41 Living 1 
42 Living 1 
43 Living 1 
44 Living 1 

B 
B 
B 
B 
C 
A 

A 
B 
B 
A 
B 

C 
C 
C 
C 

C 
D 
A 
A 

A 
A 
C 
D 
D 
B 

D 
C 
A 
C 
A 
A 
A 

Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Cabinet 
Counter 
Ceiling 
Wall 
Baseboard 
Door 
Ext. Door 
Flight 
U. Molding 
Balust. Beam 

u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
U Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
u Lft 
L Ctr 
L ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

u Lft 
Lft casing 

u Lft 
Rgt casing 

L Lft 
Rgt casing 

U Rgt 
Rgt casing 

u Lft 
Rgt casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Stain 
Wood Stain 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are iabelled in a clockwise fashion.) 

KEY 
_“, -*, 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Cov. = Cover 

1 .o Std 
0.8 Std 

-0.1 Std 
0.0 Std 
0.0 Std 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.1 QM 

-0.1 QM 
-0.1 QM 
-0.1 QM 
0.31 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.1 QM 
0.0 QM 
O.i! QM 
0.0 QM 

-0.1 QM 
-0.1 QM 
0.1 QM 
0.2! QM 
o.;! QM 
O.Z! QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.0 QM 

-0.2 QM 
0.3 QM 
0.0 QM 
0.2 QM 
0.2 QM 
3.!j QM 
0.0 QM 
0.1 QM 
0. ‘I QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 1 of 4 
KEY WEST, FL 
UNIT 16400 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

1 CALIBRATION 0.8 Std 
2 CALIBRATION 1.0 Std 
3 CALIBRATION 0.8 Std 
4 CALIBRATION -0.1 Std 
5 CALIBRATION 0.0 Std 
6 CALIBRATION 0.0 Std 
7 Hall 1 Ceiling U Lft Gypsum Beige -0.1 OM 
8 Hall 1 B Wall L Lft Gypsum Beige -0.1 OM 
9 Hall 1 B Baseboard L Ctr Wood Beige 0.1 OM 

10 Hall 1 B Door L Ctr U Ctr Wood Beige 0.1 OM 
11 Hall 1 B Door L Ctr Lft casing Wood Beige -0.1 OM 
12 Hall 1 C Shelf L Ctr Wood Beige -0.1 OM 
13 Hall 1 A Shelf Supt. L Ctr Wood Beige -0.1 OM 
14 Bath 1 Ceiling L Lft Gypsum Beige 0.3, OM 
15 Bath 1 A Wall L Ctr Gypsum Beige -0.1 OM 
16 Bath 1 B Door L Ctr U Lft Wood Beige 0.1 OM 
17 Bath 1 B Door L Ctr Lft casing Wood Beige 0.1 OM 
18 Bath 1 A Shelf L Ctr Wood Beige 0.0 OM 
19 Bath 1 B Shelf Supt. L Ctr Wood Beige 0.1 OM 
20 Closet 1 Ceiling L Rgt Gypsum Beige -0.1 OM 
21 Closet 1 C Wall U Ctr Gypsum Beige 0.1 OM 
22 Closet 1 C Baseboard L Ctr Wood Beige 0.1 OM 
23 Closet 1 C Door L Ctr U Lft Wood Beige 0.0 OM 
24 Closet 1 C Door L Ctr Rgt casing Wood Beige 02 OM 
25 Mech Closet Ceiling L Rgt Gypsum Beige 0.0 OM 
26 Mech Closet C Wall U Lft Gypsum Beige -0.1 OM 
27 Mech Closet D Baseboard L Ctr Wood Beige -0.1 OM 
28 Mech Closet A Door L Ctr L Lft Wood Beige 0.1 OM 
29 Mech Closet A Door L Ctr Rgt casing Wood Beige 0.2 OM 
30 Kitchen Ceiling U Lft Gypsum Beige 0.2 OM 
31 Kitchen A Wall L Rgt Gypsum Beige 0.2 OM 
32 Kitchen A Baseboard L Rgt Wood Beige 0.0 OM 
33 Kitchen C Door L Ctr U Rgt Wood Beige -0.1i OM 
34 Kitchen D Door L Ctr Rgt casing Wood Beige 0.0 OM 
35 Kitchen D Cabinet L Ctr Wood Stain 0.0 OM 
36 Kitchen B Counter L Ctr Wood Stain -0.2 OM 
37 Living 1 Ceiling L Rgt Gypsum Beige O.~l OM 
38 Living 1 D Wall U Lft Gypsum Beige 0.0 OM 
39 Living 1 C Baseboard L Ctr Wood Beige 0.2 OM 
40 Living 1 A Door L Ctr U Lft Wood Beige 0.2 OM 
41 Living 1 C Ext. Door L Ctr Rgt casing Wood Beige 35 OM 
42 Living 1 A Flight L Ctr Wood Beige 0.0 OM 
43 Living 1 A U. Molding L Ctr Wood Beige 0.-1 OM 
44 Living 1 A Balust. Beam L Ctr Wood Beige 0.-1 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 



Page 2 of 4 

. 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
Unit 1640D 

Read Room 
i--\ No. Name 

Paint Lead 
Wall* Structure Location Member Cond. Substrate Color (mglcm’) Mode 

/c-e 

45 Stair/Hall 2 
46 Stair/Hall 2 
47 Stair/Hall 2 
48 Stair/Hall 2 
49 Stair/Hall 2 
50 Stair/Hall 2 
51 Stair/Hall 2 
52 Stair/Hall 2 
53 Stair/Hall 2 
54 Stair/Hall 2 
55 Stair/Hall 2 
56 Stair/Hall 2 
57 Stair/Hall 2 
58 Stair/Hall 2 
59 Stair/Hall 2 
60 Stair/Hall 2 
61 Stair/Hall 2 
62 Bath 2 
63 Bath 2 
64 Bath 2 
65 Bath 2 
66 Bath 2 
67 Bedroom 1 
68 Bedroom 1 
69 Bedroom 1 
70 Bedroom 1 
71 Bedroom 1 
72 Bedroom 1 
73 Bedroom 1 
74 Bedroom 2 
75 Bedroom 2 
76 Bedroom 2 
77 Bedroom 2 
78 Bedroom 2 
79 Bedroom 2 
80 Bedroom 2 
81 Bedroom 3 
82 Bedroom 3 
83 Bedroom 3 
84 Bedroom 3 
85 Bedroom 3 
86 Bedroom 3 
87 Bedroom 3 
88 Bedroom 3 

A 
C 
C 
C 
C 

A 
A 
D 

D 
B 
B 
A 

D 
C 
B 
B 
B 
A 

A 
C 
D 
D 
D 
C 

D 
C 
D 
A 
C 
C 
D 

Ceiling 
Wall 
Baseboard 
Stairs 
Stairs 
Balust. Beam 
Stairs 
Stairs 
Stairs 
Railing 
Stairs 
Cabinet 
Attic Panel 
Panel Frame 
Door 
Door 
Access Panel 
Ceiling 
Wall 
Door 
Door 
Baseboard 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt. 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Window 
Window 
Shelf 

L Rgt 
U Rgt 
L Ctr 
L Lft 
L Lft 
L Ctr 
L Lft 

L Rgt 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Rgt 
L Rgt 
u Lft 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Lft 
L Ctr 
L Lft 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
u Lft 
L Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

Newel post I 
Balusters I 

Stringer I 
Riser I 
Tread I 
Railing I 
Railing cap I 

U Ctr I 
Lft casing I 

L Ctr I 
Rgt casing I 

U Ctr I 
Rgt casing I 

L Lft I 
Rgt casing I 

u Lft I 
Lft casing I 
Sill I 
Apron I 

Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 
Metal 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Gypsum 
Gypsum 
Wood 
Wood 
Wood 
Wood 
Wood 
Wood 

*Used to designate from which wail (side of the room) a reading is taken. 

Wall A = address side of the building (A, B. and C walls are labelled in a clockwise fashion.) 

KEY 
,‘-?a._ 

L = Lower I = Intact Balust. = Baluster No. = Number 

U = Upper F = Fair Win. = Window Cond. = Condition 

Beige 
Beige 
Beige 
Beige 
Beige 
Stain 
Stain 
Stain 
Stain 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 
Beige 

Cov. = Cover 

0.0 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.3 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.1 QM 
0.0 QM 

-0.1 QM 
0.0 QM 
0.2 QM 
0.1 QM 
0.1 QM 
0.2 QM 
0.1 QM 
0.0 QM 
0.1 QM 
0.1 QM 
0.2 QM 
0.0 QM 
0.3 QM 
0.1 QM 
0.0 QM 
0.0 QM 
0.2 QM 
0.2 QM 
0.1 QM 

-0.2 QM 
-0.1 QM 
0.2 QM 

-0.1 QM 
0.4. QM 
0.C) QM 
0.4. QM 

-0.1 QM 
0.1 QM 

-0.1 QM 
0.1 QM 
0.0 QM 
0.1 QM 

-0.1 QM 
-0.3 QM 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Ceil. = Ceiling 

supt. = support 

Stor. = Storage 

mglcm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Pagl~ 2 of 4 
KEY WEST, FL 
Unit 16400 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

45 Stair/Hall 2 Ceiling L Rgt I Gypsum Beige 0.0 OM 
46 Stair/Hall 2 A Wall U Rgt Gypsum Beige 0.1 OM 
47 Stair/Hall 2 C Baseboard L Ctr Wood Beige -0.1 OM 
48 Stair/Hall 2 C Stairs L Lft Newel post Wood Beige 0.1 OM 
49 Stair/Hall 2 C Stairs L Lft Balusters Wood Beige 0.3 OM 
50 Stair/Hall 2 C Balust. Beam L Ctr Wood Beige 0.1 OM 
51 Stair/Hall 2 Stairs L Lft Stringer Wood Stain 0.2 OM 
52 Stair/Hall 2 Stairs Riser Wood Stain 0.0 OM 
53 Stair/Hall 2 Stairs Tread Wood Stain 0.1 OM 
54 Stair/Hall 2 Railing L Rgt Railing Wood Stain 0.0 OM 
55 Stair/Hall 2 Stairs L Lft Railing cap Wood Beige -0.1 OM 
56 Stair/Hall 2 Cabinet L Ctr Wood Beige 0.0 OM 
57 Stair/Hall 2 Attic Panel L Ctr Wood Beige 0.2 OM 
58 Stair/Hall 2 Panel Frame L Ctr Wood Beige 0.1 OM 
59 Stair/Hall 2 A Door L Ctr U Ctr Wood Beige 0.1 OM 
60 Stair/Hall 2 A Door L Ctr Lft casing Wood Beige 0.2 OM 
61 Stair/Hall 2 0 Access Panel L Ctr Metal Beige 0.1 OM 
62 Bath 2 Ceiling L Rgt Gypsum Beige 0.0 OM 
63 Bath 2 0 Wall L Ctr Gypsum Beige 0.1 OM 
64 Bath 2 B Door L Ctr L Ctr Wood Beige 0.1 OM 
65 Bath 2 B Door L Ctr Rgt casing Wood Beige 0.2 OM 
66 Bath 2 A Baseboard L Rgt Wood Beige 0.0 OM 
67 Bedroom 1 Ceiling L Rgt Gypsum Beige 0.3 OM 
68 Bedroom 1 0 Wall U Lft Gypsum Beige 0.1 OM 
69 Bedroom 1 C Baseboard L Lft Wood Beige 0.0 OM 
70 Bedroom 1 B Door L Ctr U Ctr Wood Beige 0.0 OM 
71 Bedroom 1 B Door L Ctr Rgt casing Wood Beige 0.2 OM 
72 Bedroom 1 B Shelf L Ctr Wood Beige 0.2 OM 
73 Bedroom 1 A Shelf Supt. L Ctr Wood Beige 0.1 OM 
74 Bedroom 2 Ceiling L Lft Gypsum Beige -0.2 OM 
75 Bedroom 2 A Wall L Ctr Gypsum Beige -0.1 OM 
76 Bedroom 2 C Baseboard L Lft Wood Beige 0.2 OM 
77 Bedroom 2 0 Door L Ctr L Lft Wood Beige -0.1 OM 
78 Bedroom 2 0 Door L Ctr Rgt casing Wood Beige 0.4 OM 
79 Bedroom 2 0 Shelf L Ctr Wood Beige 0.0 OM 
80 Bedroom 2 C Shelf Supt. L Ctr Wood Beige 0.4 OM 
81 Bedroom 3 Ceiling U Lft Gypsum Beige -0.1 OM 
82 Bedroom 3 0 Wall L Rgt Gypsum Beige 0.1 OM 
83 Bedroom 3 C Baseboard L Ctr Wood Beige -0.1 OM 
84 Bedroom 3 0 Door L Ctr U Lft Wood Beige 0.1 OM 
85 Bedroom 3 A Door L Ctr Lft casing Wood Beige 0.0 OM 
86 Bedroom 3 C Window L Ctr Sill Wood Beige 0.1 OM 
87 Bedroom 3 C Window L Ctr Apron Wood Beige -0.1 OM 
88 Bedroom 3 0 Shelf L Ctr Wood Beige -0.3 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower I = Intact Balus!. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Condo = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode Supt. = Support Mech. = Mechanical 

Ctr. = Center Std :: 30 Second Mode Stor. = Storage Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 1640D 

Page 3 of 4 

Read Room Paint Lead 
, , . -  -ii*., No. 

Name 
89 Bedroom 3 
90 Bath 3 
91 Bath 3 
92 Bath 3 
93 Bath 3 
94 Bedroom 4 
95 Bedroom 4 
96 Bedroom 4 
97 Bedroom 4 
98 Bedroom 4 
99 Bedroom 4 

100 Bedroom 4 
101 Exterior A 
102 Exterior A 
103 Exterior A 
104 Exterior A 
105 Exterior A 
106 Exterior A 
107 Exterior A 
108 Exterior A 
109 Exterior A 
110 Exterior A 
111 Exterior A 

“>, 112 Exterior D 
113 Exterior D 
114 Exterior D 
115 Exterior C 
116 Exterior C 
117 Exterior C 
118 Exterior C 
119 Exterior C 
120 Exterior C 
121 Exterior C 
122 Exterior C 
123 Exterior C 
124 Exterior C 
125 Exterior C 
126 Stor. 1 
127 Stor. 1 
128 Stor. 1 

Wail* Structure Location Member Cond. Substrate Color (mg/cm2) Mode 
D Shelf Supt. L Ctr I Wood Beige O.lQM 

B 
C 
C 

C 
C 
D 
D 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
A 
D 
D 
D 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 
C 

D 
D 

Ceiling 
Wall 
Door 
Door 
Ceiling 
Wall 
Baseboard 
Door 
Door 
Shelf 
Shelf Supt 
Stoop Ceil 
Threshold 
Wall 
Ext. Door 
Door Trim 
Patio Fence 
Fence Inlay 
A/C Line Cov. 
Fascia 
Soffit 
U. Facing 
Wall 
Fascia 
Soffit 
Wall 
Door Trim 
Threshold 
Overhang 
Patio Fence 
Fascia 
Soffit 
Win. Frame 
U. Trim 
Siding 
Stor. Roof 
Ceiling 
Wall 
Ext. Door 

U Rgt 
u Lft 
L Ctr 
L Ctr 
L Lft 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
U Ctr 
L Ctr 
L Ctr 
U Rgt 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 
L Ctr 

U Ctr 
Lft casing 

L Lft 
Rgt casing 

Lft casing 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
P 
I 
I 
I 
F 
I 
I 
I 
I 
I 
I 
F 
I 
I 
I 
I 
I 
I 
I 

Rgt Casing P 

Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Gypsum Beige 
Gypsum Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Metal Beige 
Wood White 
Wood White 
Concrete Beige 
Concrete Beige 
Wood White 
Wood White 
Concrete Beige 
Wood White 
Concrete Beige 
Wood Beige 
Concrete Beige 
Wood White 
Wood White 
Wood Beige 
Wood Beige 
Wood Beige 
Wood Beige 
Concrete Beige 
Concrete Beige 
Wood White 

0.3 

05 

0.2 
0.1 
0.2 

-0.1 
0.1 
0.0 
0.0 
0.1 
0.2 
O.i! 
0.0 

-o.;i 
4.1 
3.4. 
0.0 
0.1 
0.4 
I.4 
0.1 

-02! 
-0. II 
2.2 
0.0 

-0.l 
0.0 

-0.A 
0.0 
0.0 
3.8 
0.2 
2.5 
0.0 
0.2 

-0.2 
0.2 
0.4 
1 .I3 

QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 
QM 

*Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

KEY ,r--.*^_ 
L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lfl. = Left P = Poor Ceil. = Ceiling mg/cm2 = milligrams per square centimeter 

Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING Page 3 of 4 
KEY WEST, FL 
UNIT 16400 

Read Room Paint Lead 
No. Name Wall* Structure Location Member Condo Substrate Color (mg/cm2) Mode 

89 Bedroom 3 D Shelf Supt. L Ctr I Wood Beige 0.1 OM 
90 Bath 3 Ceiling U Rgt Gypsum Beige 0.3 OM 
91 Bath 3 B Wall U Lft Gypsum Beige 0.5· OM 
92 Bath 3 C Door L Ctr U Ctr Wood Beige 0.2 OM 
93 Bath 3 C Door L Ctr Lft casing Wood Beige 0.1 OM 
94 Bedroom 4 Ceiling L Lft Gypsum Beige 0.2: OM 
95 Bedroom 4 C Wall U Rgt Gypsum Beige -0.1 OM 
96 Bedroom 4 C Baseboard L Ctr Wood Beige 0.1 OM 
97 Bedroom 4 D Door L Ctr L Lft Wood Beige 0.0 OM 
98 Bedroom 4 D Door L Ctr Rgt casing Wood Beige 0.0 OM 
99 Bedroom 4 A Shelf L Ctr Wood Beige 0.1 OM 

100 Bedroom 4 A Shelf Supt L Ctr Wood Beige 0.2 OM 
101 Exterior A A Stoop Ceil L Ctr Concrete Beige o.:;~ OM 
102 Exterior A A Threshold L Ctr Concrete Beige 0.0 OM 
103 Exterior A A Wall L Ctr Concrete Beige -0.2 OM 
104 Exterior A A Ext. Door L Ctr Lft casing Wood White 4.1 OM 
105 Exterior A A Door Trim L Ctr Wood White 3.4- OM 
106 Exterior A A Patio Fence L Ctr Concrete Beige 0.0 OM 
107 Exterior A A Fence Inlay L Ctr Concrete Beige 0.1 OM 
108 Exterior A A AlC Line Cov. L Ctr I Metal Beige 0.4 OM 
109 Exterior A A Fascia L Ctr P Wood White 1.4 OM 
110 Exterior A A Soffit L Ctr Wood White 0.1 OM 
111 Exterior A A U. Facing L Ctr Concrete Beige -0.2 OM 
112 Exterior 0 D Wall U Ctr I Concrete Beige -0.11 OM 
113 Exterior D D Fascia L Ctr F Wood White 2.2 OM 
114 Exterior D D Soffit L Ctr Wood White 0.0 OM 
115 Exterior C C Wall U Rgt Concrete Beige -0:[ OM 
116 Exterior C C Door Trim L Ctr Wood White 0.0 OM 
117 Exterior C C Thresho[d L Ctr Concrete Beige -0:[ OM 
118 Exterior C C Overhang L Ctr Wood Beige 0.0 OM 
119 Exterior C C Patio Fence L Ctr Concrete Beige 0.0 OM 
120 Exterior C C Fascia L Ctr F Wood White 3.B OM 
121 Exterior C C Soffit L Ctr Wood White 0.2 OM 
122 Exterior C C Win. Frame L Ctr Wood Beige 2.!; OM 
123 Exterior C C U. Trim L Ctr Wood Beige 0.0 OM 
124 Exterior C C Siding L Ctr Wood Beige 0.2 OM 
125 Exterior C C Stor. Roof L Ctr Wood Beige -0.2 OM 
126 Star. 1 Ceiling L Ctr Concrete Beige 0.2 OM 
127 Star. 1 D Wall L Ctr Concrete Beige 0.4 OM 
128 Star. 1 D Ext. Door L Ctr Rgt Casing P Wood White 1.13 OM 

'Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, B, and C walls are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. = Left 

Rgt. = Right 

Ctr. = Center 

I :: Intact Balus!. = Baluster 

F = Fair Win. = Window 

P = Poor Ceil. = Ceiling 

QM = Quick Mode Sup!. :: Support 

Std = 30 Second Mode Star. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 



LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16400 

Pagls 4 of 4 

Read Room Wall* Structure Location Member Paint Substrate Color Lead 
-‘-. No. Name Cond. (mgkm’) Mode 

129 CALIBRATION 1.0 Std 
130 CALIBRATION 1.0 Std 
131 CALIBRATION 0.8 Std 
132 CALIBRATION -0.1 Std 
133 CALIBRATION 0.0 Std 
134 CALIBRATION 0.0 Std 

‘Used to designate from which wall (side of the room) a reading is taken. 

Wall A = address side of the building (A, 8. and C walls are labelled in a clockwise fashion.) 

KEY 
ne,. 

L = Lower I = Intact Balust. = Baluster No. = Number Cov. = Cover 

U = Upper F = Fair Win. = Window Cond. = Condition 

Lft. = Left P = Poor Ceil. = Ceiling mg/cmZ = milligrams per square centimeter 
Rgt. = Right QM = Quick Mode supt. = support Mech. = Mechanical 

Ctr. = Center Std = 30 Second Mode Stor. = Storage Ext. = Exterior 

LEAD PAINT INSPECTION REPORT POINCIANA HOUSING 
KEY WEST, FL 
UNIT 16400 

Read Room 
No. Name 
129 CALIBRATION 
130 CALIBRATION 
131 CALIBRATION 
132 CALIBRATION 
133 CALIBRATION 
134 CALIBRATION 

Wall* Structure Location Member 

'Used to designate from which wall (side of the room) a reading is taken. 

Paint 
Condo 

Page 4 of 4 

Substrate Color Lead 
(mg/cm2) Mode 

1.0 Std 
1.0 Std 
0.8 Std 

-0.1 Std 
0.0 Std 
0.0 Std 

Waif A = address side of the building (A, S, and C waifs are labelled in a clockwise fashion.) 

KEY 
L = Lower 

U = Upper 

Lft. '" Left 

Rgt. = Right 

Ctr. = Center 

I'" Intact 

F = Fair 

P = Poor 

QM = Quick Mode 

Std = 30 Second Mode 

Salus!. = Baluster 

Win. = Window 

Ceil. = Ceiling 

Sup!. = Support 

Stor. = Storage 

No. = Number 

Condo = Condition 

Cov. = Cover 

mg/cm2 = milligrams per square centimeter 

Mech. = Mechanical 

Ext. = Exterior 
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Appendix G --- Floor Plans //lustrating Extent of LBP (Typical 
Housing Unit Floor Plans) 
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Appendix G --- Floor Plans Illustrating Extent of LBP (Typical 
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