
N62376.AR.000511
NAWC TRENTON NJ

5090.3a

NAVAL AIR WARFARE CENTER, TRENTON, NJ

Groundwater Treatment Facility Operations And Maintenance

MONTHLY REPORT

December, 1997

1. Total volume of groundwater pumped for the month. 308,600 gal
1

2. Total number of shutdowns for the month
Shutdown details listed below:

On 12/3/97, a system shutdown occured for 215 hours.
The shutdown occurred because the cat-ox blower motor
failed and a new one had to be ordered and replaced.
The system restarted on 12/12/97.

3. Total liquid phase carbon changeouts for the month. 0

NOTES:
1. The influent pH of the system was not adjusted due to iron results that were below ELS A

discharge requirements.
2. The sand filter, pH adjustment tank, equalization tank and clarifier are currently being

bypassed.
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