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LETTER REGARDING IDENTIFICATION OF TRANSFORMERS CONTAINING
POLYCHLORINATED BIPHENYLS AT TRUMBO POINT PIER D-1 WITH ATTACHMENT NAS

KEY WEST FL
7/14/1999

NAS KEY WEST



0029 

DEPARTMENT OF THE NAVY 

Jorge Caspary 
Florida Department of 
Environmental Protection 
2600 Blair Stone Road 
Tallahassee, FL 32399-2400 

Dear Mr. Caspary: 

NAVAL AIR STATION 

PO BOX 9001 

KEY WEST FL 33040·g001 

509.0 
Ser 1883/0537 
JuJy 14, 1999 

Per action item matrix 0330-03, Naval Air Station-will 
identify transformers on Trumbo Point Pier D-1 containing PCB or 
PCB free. ABB Environmental Services and CH2MHILL inspected and 
sampled transformers on December 6, 1991 at Trumbo Point Pier D-
1. The transformer at this location, transformers T-62 and T-72, 
were labeled on January 21, 1992 as Non-PCB. (See table 4.5 as 
enclosure 1). 

For further information regarding this matter, contact our 
Installation Restoration Manager, Mr. Phillip Williams, at 
(305)293-2061. 

Engineering Director 
Public Works Department 
By direction of 
the Commanding Officer 

Enclosure: 1. Table 4.5 (Sampled Transformers) 

Copy to: 
EPA Region IV, (Turpin Ballard) 
SOUTHNAVFACENGCOM, (Code 1858) 
Tetra Tech NUS (Chuck Bryan) 



TA 
NO 

T57.1 

T57.2 

T57.3 

T61 

T61.1 

T61.2 

T62 

T64 

T65 

T66.2 

D2 

T77 

D9 

D9.1 

D9.2 

DATE 
CHECKED 

12107191 

1 V07191 

lV07191 

I V07191 

12107191 

lV07191 

12106191 

12106191 

12/06191 

12/05191 

12/06191 

12104191 

lV05191 

1 V05191 

I V05191 

KVA MANUFACTURER 

167 RT.E 

167 AT.E 

167 R.T.E 

167 AT.E. 

167 R.T.E. 

167 R.T.E. 

750 GENERAL ELECTRIO 

300 AT.E. 

300 R.T.E. 

25 AUS CHALMES 

1500 GENERAL ELECTRIC 

50 GENERAL ELECTRIC 

550 NIAGARA· VANTRA 
ELECTRIC 

550 NIAGARA· VANTRA 

ELECTRIC 

550 NIAGARA· VANTRA 
ELECTRIC 

Noles: TR NO .• Translormer number. 
KVA • Kilo-von ampere. 
PPM. Pans par million. 
XFMR. Translormer. 

SAMPTRA" XLS 

Table 4.5 
Sampled Transformera 
January/February 1992 

Boca Chlca Key, Fleming Key, Truman Annex, Trumbo Point, and Navy Hospital 
NAS Key Wesl, Key Wesl, Florida 

SERIAL 
NO 

661046460 

661048459 

661046461 

801 I 16548 

801 I 16549 

601116550 

L245908 

666005202 

666005660 

5362123 

L245907 

H646218Y68 

84V5402 

84V5401 

84V5403 

VOl TAGE 
RATING 

136KV· 
4601277V 

136KV· 
4801277V 

138KV· 
460/277V 

I 3.8KV/2 39KV . 
6RDY254 

I 3.8KV/2.39KV . 
6RDY254 

13.6KV/2.39KV· 

6RDY254 

206/120 

2061120 

13.8KV· 
4801277V 

14.4KV· 
1201240V 

13 8KB· 
208Y/480V 

120/240 

13.8KV· 
277/4dOV 

13 8KV . 

27714BOV 

13 8KV· 
277/480V 

TYPE 

PAD 

PAD 

PAD 

PAD 

PAD 

PAD 

PAD 

PAD 

PAD 

POLE 

PAD 

POLE 

PAD 

PAD 

PAD 

(Continued) 

SITE LOCATION LOCATION NAME 

TRUMBO 03 . BLDG. B45 COAST GUARD 
STORAGE BUILDING 

TRUMBO 03 . BLDG. B45 COAST GUARD 
STORAGE BUILDING 

TRUMBO 03· BLDG. B45 COAST GUARD 
STORAGE BUILDING 

TRUMBO AT MH8. BLDG 
B6 

TRUMBO AT MH8. BLDG 
B6 

TRUMBO AT MH8. BLDG 

B6 

TRUMBO AT MH9. BLDG. STORAGE 
01 TANKIDIESEL·PHM 

WORKSHOPS 

TRUMBO AT MH". NADC 
BLDG. B26 WORKSHOPS/ADMIN 

TRUMBO AT MH12. NADC 
BLDG. B28 WORKSHOPS/ADMIN 

TRUMBO POLE B150. MWRGYM 

BLDG. C·83 

TRUMBO AT MH9. 0·1 PHM WORKSHOPS 

mUMBO AT POLE B54 GATEHOUSE. TENNIS 
COURTS 

TRUMBO AT POLE B31. BOO WITH MESS 

BLDG. C·2076 

TRUMBO AT POLE B31. BOOWITHMESS 
BLDG. C·2076 

TRUMBO AT POLE B31. BOO WITH MESS 
BLDG. C·2076 

PPM 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

<2 

DATE 
LABELED 

01/21/92 

01/23/92 

01123/92 

01/23/92 

01123192 

01123/92 

01121192 

01/21/92 

01/21/92 

01121/92 

01121/92 

01114/92 

01114/92 

01114/92 

01114192 

LABEL COMMENTS 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

NON PCB 

ENOlOSURE (lJ..J 


