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Commanding Officer 
Naval Public Works Center, Code 911.3 
310 John Tower Road, Building 3819 
Naval Air Station 
Pensacola, Florida 32508-6500 

Attn: ·Mr. Tom Kelley 

August 13, 1997 

RE: JULY 1997 MONTHLY OPERATION AND MAINTENANCE REPORT 
ON THE DOMESTIC WASTEWATER TREATMENT PLANT (DWTP) 
GROUNDWATER REMEDIATION NAVAL AIR STATION (NAS) 
PENSACOLA, FLORIDA, JOB #NA V0227.FE 

Dear Sir: 

HRP/Spectrum is pleased to submit the July 1997 Monthly and Quarterly Report for the 
operation and maintenance activities conducted on the DWTP Ground Water Treatment System 
for the above referenced project. The attached Table 1 contains a summary of the recovery well 
pumping data for the month of July 1997 and Attachment # 1 contains a time series graph of the 
calculated biweekly pump flow rates to facilitate evaluation of the performance and maintenance 
requirements of the recovery wells and pumps. In addition, two (2) copies of the report have 
been sent to Mr. Maxis Keisler with Southern Division, Naval Facilities Engineering command 
and two (2) copies to Commander, Naval Air Station, Environmental Division, Attention: Mr. 
Bill Taylor. HRP/Spectrum has the following comments for the month of July 1997 and overall 
for the Second Quarter of 1997: 

RECOVERY WELL SYSTEM OPERATION STATUS 

RW-1,2AND3 

• On July 14, 1997, Pump B for RW-1, 2, and 3 was shut off for rehabilitation ofRW-3, 4, 
SA, 6 and 7. Recovery Well 3 was cleaned according to the steps listed on the enclosed 
"Rehabilitation Procedures for Recovery Systems R W-1, 2, 3, and R W-7". 

• On July 16, 1997, Pump B for RW-1, 2, and 3 was restarted. Upon departure, RW-1, 2, 
and 3 were operating normally. No leaks were detected on either the recovery wells or 
pumps. 
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RW-4AND6 

• On July 14, 1997, Pump A for RW-4 and 6 was shut down to perform R W rehabilitation 
on RW-3, 4, 5A, 6 and 7. Recovery Wells 4 and 6 were cleaned according to the steps 
listed on the enclosed "Rehabilitation Procedures for Recovery Systems RW-4, 6 and 
RW-5A". 

• On July 16, 1997, Pump A for RW-4 and 6 was restarted. Upon departure, RW-4 and 6 
were operating, producing normal flow and pressure. No leaks were detected on either 
the recovery wells or pumps. 

RW-SA 

• Upon arrival to the site on July 14, 1997, Pump B for RW-5A was switched off for RW 
rehabilitation for RW-3, 4, 5A, 6, and 7. Recovery Well SA was cleaned according to the 
steps listed on the enclosed "Rehabilitation Procedures for Recovery Systems RW-4, 6, 
and RW-5A". 

• Upon departure, RW-5A was off-line due to a leak in the pressure line. 

• On July 14, 1997, RW-7 was off-line due to a power failure. Recovery Well 7 was 
cleaned according to the steps listed on the enclosed "Rehabilitation Procedures for 
Recovery Systems RW-1, 2, 3, and RW-7". 

• On July 16, 1997, Pump A for RW-7 was restarted and operating with normal pressure 
and flow. Upon departure, no leaks were detected at the recovery well or pump. 

PRE-TREATMENT AIR STRIPPER 

• On July 14, 1997, the Air Stripper was taken off-line to perform RW rehabilitation on 
Wells 3, 4, 5A, 6, and 7, as well as cleaning of the Air Stripper. The Air Stripper was 
cleaned on July 15, 1997 using the steps listed on the enclosed "Cleaning Procedures for 
the Air Stripper Unit". The Air Stripper was brought back on-line July 16, 1997. Prior to 
cleaning the Air Stripper, samples were taken from the inlet and outlet sample points. 
Upon departure, no leaks were detected. 

LABORATORY RESULTS - AIR STRIPPER ANALYTICAL RESULTS 

During the July sampling event, samples were collected from the influent and effluent 
ports of the Air Stripper. A copy of the laboratory results for the month of July is provided in 
Attachment #3 to this report. The Air Stripper was found to be working effectively as the outlet 

lc\c:\wpd\nav0227.alg 

HRP/Spe~~fll.Dffl s Century Drive • Suite 230 • Greenville, South Carolina 29607 • (864) 298-0231 • FAX {864) 242-6243 



sample yielded nondetectable levels of contaminants·. Specific chemicals present in the inlet 
samples are provided below: 

AIR STRIPPER ANALYTICAL RESULTS 
NAS-PENSACOLA 

JULY 1997 

CHEMICAL INLET OUTLET 

Chlorobenzene (ug/l) 190 NID 

1,2-Dichlorobenzene (ug/l) 66 NID 

1,3-Dichlorobenzene (ug/l) 36 NID 

1,4-Dichlorobenzene (ug/l) 57 NID 

Trichlorofluoromethane 13 NID 
(ug/l) 

Benzene (ug/l) 36 NID 

*NID-Not detected. 

GROUNDWATER LEVELS 

• On July 14, 1997, the quarterly groundwater levels in all designated monitoring wells 
were measured. The results from these measurements are provided in Attachment #4. 
An electronic meter measuring device was used to measure the water level in each well. 

If you have questions regarding this report or other matters pertaining to this project, please 
contact Tad Goetcheus or myself at (864) 298-0231. 

Enclosure 

Sincerely, 

ff.RP/Spectrum, Inc. 

Anthony L. Gentry 
Project Engineer 

cc: Maxis Keisler-NAVFACENGCOM-Code 18213 (2 cys) 
Bill Taylor-NAS Pensacola-Code 00500 (2 cys) 
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$;T~1ilb!il~"!IJ l~S.i.E¢1fED.i "I)'! 
RW 1,2 & 3 7/14/97 
RW 4&6 I 7/14/97 
RW 5A I 7/14/97 
RW 7 I 7/14/97 

NOTES: 

TABLE 1 
NAS PENSACOLA 

RECOVERY WELL PUMPING DATA 

< CAl:.CULATED 

RW 1,2 3 - Recovery station for recovery wells RW 1, RW 2, and RW 3. 
RW 4 6 - Recovery well for wells RW 4 and RW 6. 

LAPTOP C:IPENSACOLA\797WELO.XLS 
SHEET: RECOVERY WELL DATA 

TOTALS·!~ IWATERLEVEL 



!INSPECTOR'S NAME !ANTHONY L. GENTRY 

!DATE 17114/97 

AMBIENT TEMPERATURE 90 

THER CONDITIONS SUNNY 

INFLUENT PIPING OPERATION OF BALL CHECK VALVE MONTHLY OK 

SAMPLE PORT OPERATION MONTHLY OK 

FLOW METER READING Bl-WEEKLY 10,667,760 

SAMPLE COLLECTION MONTHLY YES 

IR STRIPPER PRESSURE GAUGE READING Bl-WEEKLY 16"WATER 

CLEAN I CHECK TRAYS Bl-WEEKLY CLEANED 

BLOWER PIPING CONNECTIONS MONTHLY OK 

EFFLUENT PIPING OPERATION OF BALL CHECK VALVE MONTHLY OK· 

SAMPLE PORT OPERATION MONTHLY OK 

FLOW METER READING Bl-WEEKLY NIA 

SAMPLE COLLECTION MONTHLY YES 

SYSTEM COMPONENTS EXPOSED PIPING CONNECTIONS MONTHLY OK 

ISYSTEM DESCRIPTION: 

ACTIVITIES PREFORMED: THE AIR STRIPPER WAS CLEANEAD ACCORDING TO AIR STRIPPER 

LAPTOP: C:IPENSACOl.A\797WELD.XLS 
SHEET: AIR STRIPPER O&M 

CLEANING PROCEDURES 
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Attachment #1 

Time Series Graphs 



ATTACHMENT 1 
GROUNDWATER FLOW READINGS 

~:'~ .{.~~ -!~~ . 04C'r ,. 
A:fE · ~ :-- 'f.l ~-~ ~. . . ... 

9/2/93 
9/16/93 
9/28/93 

10/12/9.3 
10/26/93 

11/9/93 
11/23/93 

1217/93 
12/21/93 

1/4/94 
1/18/94 
2/1/34 

2/15/94 
2/28/94 
3/14/34 
3/28/94 
4/11/94 
4/26/94 
5/10/94 
5/24/94 

617/94 
6/20/94 

7/5/94 
7/19/94 

8/2/94 
8/16/94 
8/30/94 
9/13/94 
9/27/94 

10/11/94 
10/25/94 

11/8/94 
11/22/94 

12/6/94 
12/20/94 

1/3/95 
1/17/95 
1/31/95 
2/14/95 
2/28/95 
3/14/95 
3/28/95 
4/11/95 
4/25/95 

5/9/95 
5/23/95 

6/6/95 
6/20/95 

7/4/95 

LAPTOP: C:\PENSACOLAIRWFLOW.XLS 
SHEET: RW FLOWRATES 

'""t°f"t."""'WI 1~~y . . ..-: I'.' ~~·· (•' , .... ~Ir< 

·J1:2'.ga, ~~w~~~., .. of' • ~· · ~· ... i;o, ... ,.t;:: 

142,110 162,340 
135,670 149,590 
116,270 134,810 
136, 130 152,720 
142,140 154,940 
149,620 158,140 
146,570. 157,290 
144,880 154,010 
139,320 153,600 
149,060 158,250 
123,050 154,960 
133,870 154,620 
125,390 155,560 
123,660 142,080 
113,800 . 156,140 
129,980 149,390 
62,480 185,229 

114,540 192,381 
95,550 176,590 
94,640 159,660 
95,650 153,210 
94,086 137,550 

122,174 165,870 
102,520 152,770 
114,960 146,980 
120,305 147,250 
28,735 146, 150 

109,247 143, 172 
19,933 146,778 
38,450 150,690 

136,920 145,910 
137,634 143,830 
130,526 140,433 
126,543 140,687 
123,081 141,034 
124,006 141,588 
121, 155 141,168 
20,528 143,045 

118,171 139,268 
112, 145 124,628 
123,141 194,925 
125,571 152,781 
121,568 184,651 
126,623 147,850 
94,185 167,684 
80,867 135,931 

136,660 157,320 
94,863 132,718 

122,115 150,562 

;~ ~~r:L~, 

$5 
~-;~ 

24,760 
-30,700 
14,330 -

13,160 
14,830 
26,400 
31,320 
16, 110 
13,510 
11,050 

5,120 
24,713 
26,547 

4,750 
51,810 
26,114 

0 
0 

-13,904 
5,466 

674 
41,772 
-3,652 
71,814 

8,396 
314,706 
259,724 

1,300 
240,010 

24,290 
168, 195 
159,625 
143,430 

2,578 
66,629 

2,629 
103,562 
160,533 
33,440 

195,889 
190,593 
147,296 

2,015 
224,282 
220,647 
100,613 
332,514 

78,605 
1,577 

""·. I.fr;, . .... i·\o.li 
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53,830 383,040 
49,630 304,190 
43,120 308,530 
46,830 348,840 
45,010 356,920 
46,350 380,510 
43,950 379,130 
44,160 359,160 
42,630 349,060 
46,720 365,080 
47,100 330,230 
47,830 361,033 
47,110 354,607 
42,250 312,740 
45,330 367,080 
45,340 350,824 
46,667 294,376 
47,693 354,614 
44,760 302,996 
43, 110 302,876 
43,420 292,954 
40,140 313,548 
50,170 334,562 
48,230 375,334 
46,040 316,376 
43,740 626,001 
43,840 478,449 
41,266 294,985 
38,974 445,695 
43,310 256,740 

8,650 459,675 
39,953 481 ,042 
36,652 451,041 
35,103 304,911 
36,927 367,671 
36,814 305,037 
37,668 403,553 

7,741 331,847 
39,172 330,051 
37,053 469,715 
45,607 554,266 
46,200 471,848 
45,893 354,127 
47,128 545,883 
46,206 528,722 
46,105 363,516 
44,446 670,940 
42,396 348,582 
40,923 315,177 



ATTACHMENT 1 
GROUNDWATER FLOW READINGS 

- ' . ~ • ' .:V,.::;..' ~'\; ;~ -~ ~ ~;t; ~ 

~ . ~ I ~" ~ f' l 
r-··~~~- n.I"" ~,., .... ,.,.-;.,. *£"~,,~ ~--· r1 ~ - _ 1 w ~~ - "·· "'t.· .,_, .·.,~., • .. ' 

~ . '.~· ,, ~.it!I~ .Jt/:j:,. -T~~i"'' ~ALl~ 
7/18/95 128,917 131,634 148,926 41,204 450,681 

8/1/95 134,318 152,703 132,928 41,322 
8/10/95 94,856 88,538 87,222 29,445 
8/22195 122,086 134,403 123,028 37,154 

9/5/95 131,628 133,923 120,794 43,401 
9/19/95 137,823 155,558 93,131 43,165 
10/3/95 129,645 132,519 50,273 40,028 

10/25/95 12,024 136, 159 69,476 3,701 
11/8/95 22,566 82,653 78,603 0 

11/21/95 15,068 20,731 13,571 45,233 
5/31/96 9,722 10,033 2,577 4,760 
6/6/96 59,060 42,822 439 22,325 

6/12/96 56,952 49,788 460 21,626 
6/19/96 59,513 - 80,468 1,555 26,465 
6/26/96 56,512 86,242 0 28,001 
7/11/96 6,264 123,432 -3,289 59,241 

8/8/96 80,000 120,000 0 60,000 
8/21/96 153,290 90,540 0 55,670 

9/4/96 0 154,470 49,184 60,980 
9/23/96 192,330 0 220,336 82,000 
10/9/96 0 188,940 164,420 57,760 

10/28/96 191,710 220,050 0 79,580 
11/19/96 266,730 10,080 70,950 

12/3/96 0 184,490 262,710 47,130 
12/16/96 125,560 158,840 242,580 44,410 

1/6/97 211,440 225,360 391,290 69,570 
1/28/97 203,820 286,830 130,110 72,700 
2/11/97 140,470 194,330 95,910 49,490 
3/14/97 313,290 437,710 191,710 101,070 
3/25/97 110,100 147,810 65,650 34,540 
4/16/97 169,240 215,640 102, 140 55,370 
4/29/97 109,650 98,960 32,710 38,680 
5/16/97 161,300 105,890 204, 190 56,590 
5/29/97 129, 190 83,640 156,490 43,120 
6/10/97 192,010 123,890 209,690 83,390 
6/26/97 65,640 41,840 56,390 0 
7/14/97 167,630 109,340 109,800 0 

NOTE: Large peak on 3/14/97 is due to no second site visit during the month of February. 

LAPTOP: C:\PENSACOLAIRWFLOW.XLS 
SHEET: RW FLOWRATES 

461,271 
300,061 
416,671 
429,746 
429,677 
352,465 
221,360 
183,822 
94,603 
27,092 

124,646 
128,826 
168,001 
170,755 
185,648 
260,000 
299,500 
264,634 
494,666 
411,120 
491,340 
347,760 
494,330 
571,390 
897,660 
693,460 
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1,043,780 
358, 100 
542,390 
280,000 
527,970 
412,440 
416,970 
163,870 
386,770 



Attachment #2 

Recovery Well and Air Stripper 
REHAB Procedures 



.! 
-' 

/ 

// 
/ 

·' 

• 

REHABILITATION PROCEDURES FOR RECOVERY SYSTEMS 
RW-1, 2, 3 AND R\V-7 

. ~ 

Shut down re_covery system, disconnect suction piping, and remove suction piping and 
sensor probes from well. 

• Install tremie pipe with "swab" attachment into recovery well. 

• Inject 15 gallons of sodium hypochlorite (bleach - 3000 to 4000 ppm) through tremie 
.'pipe and swab into well. Bleach solution must have a contact time of at least 12 
hours. 

• Inject 15 gallon's. of bleach· solti tiori into" ais·charge·piping-and ·allow· the -,solution-to 
sit until well rehabilitation is complete. 

• . . Inject 5 gallons of water through tremie pipe and initiate swabbing of well. 

• Swab well for 5 to 10 minutes at 20 minute intervals for 4 to 6 hours. (If necessary, 
well can sit overnight with sohilion in place). 

. . 
• If well is allowed to sit overnight, swabbing should be performed for at least one (1) 

hour prior to evacuating _solution from well. 

• Remove tremie pipe and disconnect swab. Re-install trernie pipe and connect pipe· 
to pump and recovery system discharge line. 

• Pump excess bleach solution out of well, flushing discharge piping. 

• Disconnect and remove tremie system from well. 

o Re-install suction piping and sensor probes and re-start recovery system. 
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REHABILITATION PROCEDURES FOR RECOVERY SYSTEMS 
RW-4, 6 AND RW-SA · 

Each of these · wells will first go through the same "bleach" process as RW-3 and RW-7. 
After the bleach solution is pumped out of the well and flushed through the discharge 
piping, the following activities will be performed. 

• 

• 

• 

• 

Re~install tremie pipe with "swab" attachment into recovery well . 

Inject 15 gallons of \Veil Klean II and muriatic acid ·solutio·n {l part Well Klean II 
to f~ur (4) parts muriatic add (31.5% HCL) through tremie pipe and swab into well. 

.... Inj~ct.15 .gallons of Well Klean II and muriatic ~cid solution into discharge piping 
and allow the solution to sit until well rehabilitation is complete. 

Swab well for 5 to 10 minutes at 20 minute intervals for several hours. This solution 
.. must have, at a minimum;a 12 ho~1r· contact time. (If necessary, well can sit overnight 

with solution in place). 

• If well is allowed t9 sit overnight, swabbing should be performed for at least one (1) 
hour prior to evacuating solution ~rom well. 

• Remove tremie pipe and disconnect swab. Re-install tremie pipe and connect pipe 
to pump and recovery system discharge line. 

• Pump excess bleach solution out of the well, flushing dis~harge piping. 

• Disconnect and remove tremie system from ·well. 

• Re-install suction piping and sensor probes and re-start recovery system. 

.. 

..,. 



Cleaning _Procedures for the Air Stripper Unit, Naval Air Station, 
Ground·water Pretreatment System, Pensacola, Florida. 

1. Svvitch all pun1ps to the Off position. 
2. , ... :furn-all-influent.valves to .the .. Closed .position. 
3. Turn Off blo\ver. 
4. Take Off top of unit. 
5. "Using \Vet!Dry vacuun1, re111ove all \Yater fro1n Top shelf. All 

\Yater and debris re1noved. fron1 Air Stripper should be dnunmed .. 
' 

6. Drain and remove the 3 11 influent pipe. 
7. Remove Top level and place in the sun to d1y. 
8. Vacuu111 \Vater fron1 next the level, re1nove and place in the sun to 

dry. 
9. Repeat step #8 for all levels. 
10. Once all the levels are dry, brush the trays to loosen re1naining. 

aebris and vacuun1 again. 
11. Replace levels in the order they caine Off. 
12. Replace influent pipe. 
13. Replace top. 
14. Turn on blovver. 
15. Open influent valves and turn On pun1ps. 
16. Check unit for leaks and proper operation. •. 

.y 

I-IRP !Specfrum 5 Century Drive D Suhe 230 D ~reenville, SC 29607 tJ 803-298·0231 R F/>Y. 803-233-904'. 



Attachment #3 

Air Stripper 
Laboratory Results 

July 1997 



_Jab Report 
.. ) 

From: NC Certi£ication No. 402 
SC Certi%ication .No. 99~12 

,, J --:;, . ,. A.I 
HC Drinking Wa~e~ tert. No. 3'l135 
FL Certi£ica£ion Ho. £81519 

Fun Service Analytical & Env!IOnmental Solutions 

July 22, l ':J9'/ 

To: HRP/Spectrum 
Attn: Tad A. Goefcheus 
5 Century Dr. Suite 230 
Greenville, SC 2960'l 
PO# NAVf/J22'/, f'E 

The following analytical results have been obtained for the 
· :· ... : ~-~dicated sample which was submitted to this laboratory: 

... . .:. ·Sample l. 0. AA'/3164 Customer Code: HHPSPt:C 
··· ··. Login Group #: 5388C'2 Cus tamer Heferenc"e: 7043 

Phone Number: <864>2Y8-0231/fax(864>242-6243 
Customer Sample I. 0#: lNLt:'l' 
Sample collection date: 07/l~/91 Time: 11:36 
Lab submittal date: ~1/l~/97 
Received by : SMV 

Parameter: VOLATILES HY b01/602 
Method reference: t:PA 6~1/b02 
Hesult ~ see below 

1' i me : 12 : 00 
Validated by: AUO 

Unit: ug/L 

Date started: 07/17197 
Time started: 0 ·1: :38 

Uate finished: 07 /l'l/~'l 

Anal ys i:: AH'/ 

Data for VULAT.:. i...::::::: ;j.( E::0 1 / '~02 ug / L: 

Co111ponent Na,R1e 
tHWMUU l CHLUHUMl:::THANi:: 
BHGMUFutH'l 
i:HWhOMl::: 'rHANl:: 
CAHHUN Tl::THACHLCJIH!JE 
CHLOHUHl::NZl::Nl:: 
CHLOHUl::'l'HANl:: 
CHLOEWFOHM 
CH!..U~Ol'l!:::". ' HANE 

Dl Bl:WMUCHLCJHCJMl:::THANl:; 
1,2-DlCHLUHUBl::NZl:::N~ 

1,3-DlCHLUHUH~NZl::Nl:: 

l,4-DlCHLOHUHl:::NZl::Nl:: 
D 1 CHLOHU!J l F LUOHtH'll:::THANt; 
!,l-DlCHLOHUl::THAN~ 

l.2-DlSHLUHUl::THANl:: 
:. , 1-LllCHLUHU!::THl::N.t:: 
THANS-1, 2-!.HCHLUHU1:::'1'Hl::m:: 
l,2-!JlCHLOHU.llHUPAN~ 

ClS-1.~-UlCHLUHUPriUP~N~ 

THANS-1,3-UlCHLUHUP~UPl:::NI::: 

l::iJB 

·- · ~ . 
'. 

Nesult 
Not detected 
Not detected 
Not detected 
Not del:ect~d 
l ':10 
f'lot detected 
Not det&cted 
Not detected 
Not detected 
6b 
:3b 
'=;'/ 

Not detected 
6 
Not detected 
;.ju c. Jc;tected 
Not detected 
Not detected 
Net detected 
Not detectr:?d 
Not detecti::d 

Component , 
-
1 
~ 

1 
1 
:i 
l 
':; 

l 
1 
1 
1 
s , . 
1 

-
, . 
1 

I 
449 Springbrook Road .... P.O. Box 240543 .... Charloae. NC 28224-0543 

Phone: 704/529-6364 .... Toll Free Number: 1-800/529-6364 ~·Fax: 704/525-0409 --

fWL 
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Sample I.D. AA'l3164 <continued) 

July 22, 1997 Fun Service Analyllcal & Environmental Solutions 

: 

Data for VOLATILES HY 601/602 <continued): 

Coaponent Na1ae Hesult Component 
Ml::THYL~NI:: CHLOlHDE Not detected 5 
1, 1, 2, 2-1'E'l'HACHLOHUETHANI:: Not detected 1 
TI::THACHLOHOI::THl::NI:: Not detected 1 
1,1,l-TRICHLOHOETHANI:: Not detected l 
1,1,2-THlCHLUHOI::THANI:: Not detected 1 
TlHCHLOHOl::'l'HI::UI:: Not detected 1 
THlCHLUHO~LUOHUMI::THANE 13 5 
VlNYL CHLOIHDE Not detected c., ..., 

BENZI::Nl:: 3b 1 
I:::THYL·Bl::NZl:::.tU: Not detected 1 
lPC: Not detected ~ 

M.Tl:H:; Not detected !:':> 

TOLUENE ,' Not detected 1 
TU'rAL XYLI::Nl::S Not detected 3 

Sample comments: 

PU# NAV022'/, Ft: 
Project: MAS-Pensacola 

If ther·e are any questions regard/-';his data, please c.;a 11. 

/ .4 

.-· . ,,.,/ ' 
~- ''~-----" I 

1 

Ang~la D. Overcash 
L~ooratory Uireritor 

449 Springbrook Road ... P.O. Box 240543 ... Charloae, NC 28224-0543 
Phom~: 704/529-6364 ..... Toll Free Number: t-800/529-6364 ..... Fax: 704/525-0409 

'ttDL 



. )ab Report 
From: NC Certi£ication No. · :402~':· '. :;":·.~: ~~.~ :·"'';·~: - ,,..' : : 

SC Certif'ication · No~' .. ;;99012° ·· - · "· 

-· r 
.) 

A.I 
.... f .. - ':·l: ; .. . •' . . ~ 
: ·>;l 

: · ~ 
. ·. 

NG Drinking Water _Cert. No. 37735 
FL Certif'ication µo. £87519 

Full Service Analytical & Environmental Solutions 

July. 22, 1 ':397 

To: HHP/Spectrum 
Attn: Tad A. Goetcheus 
5 Century Dr. Suite 230 
Greenville, SC 296~7 

PO# NA V'lJ22'/, r~£ 

The £allowing analytical results have been obtained for the 
indi~ated sample which was submitted to this laboratory: 

Sample I.U. AA73lb~ Customer Code: HHPSPEC 
Login Group #: ::3388C2 Customer Hefererice: '704:; 
Phone Number: (8b4l2C::H3-0231/iax<864)242-E>243 
Customer Sample l.D#: OUTL~T 
Sample collection date: <IJ'//14:/9'/ 'l'i!ne: 11:36 
Lab submittal date: 0'l/l~/9'l Time: 12:00 
Received by: SH" 

Parameter: VOLATlLES BY 60116~2 
Method reference: EPA b01/602 
ResuLt: see below 

Validated by: AUD 

Unit: ug/L 

Date started: 0'l/1'7/9~ 

Time started: 06:::!8 
u~te finished: 01, l~,·~~ 
:\na 1 yst: AW/ 

Data for VULATlLt-.:S HY bv.?llr:l0'.2 ·.ig!L: 

Component N.aA1e 
BHUMODlCHLUHUMETHAH~ 

BHOMUFOHM 
EROMOMb:THANE 
CAHBOH T!::'!"!:L\CHLUl~lDI:: 

CHLUHUHl::NZENt: 
CHLUl-<C!l::THANJ:: 
CHLGhC~-·rn-rn 

CHLUHOMl!:THANJ::; 
OldhUMUCHLUKUM~·rHAN~ 

1,2-DlCHLUHUHl::NZ~NI:: 

1,3-DlCHLUHUHl::ttZ!::Nl:: 
1,4-DlCHLUHUHENZ!::N~ 

DlCHLUNUDl~LUOMOMC:THANE 

1, 1-UlCHLOHOETHANE 
l, 2-iJlCHl.OIW!::THAH!:: 
1, 1-1.JlCHUJHUC:THt:HC: 
'-;'!-!ANS··:, 2-DlCHLJ!-<;Sl::' ~ ·!H::t!i:: 

l.2-UlCHLUHOPHUPAN~ 

ClS-1.~-UlCHLOHCPHU~ENI:: 

Ti<ANS-1., :J-U lCHLfJkUPIWPl::NE 
i:::DB 

Hesu.lt 
t-lot de t2r_; ted 
Not det€:'..::ted 
Not detected 
!·lot de-r.C?cted 
Not detected 
Not di::>tecti:d 
Nut d.e t :=-.:: L ~-·rJ 
Not d>? t<?C i:"1d 

Net ·j•? te 1::. l.:ed 
Uol •jet ec t ~~ti 
Net cietectect 
Not deti:=.-cted 
Nat detected 
Nat detected 
N'='t ::i-?t S":: t""rj 
!!ot. Cl<:>t:ected 
:1 u f~ d'2 t:.<?C !-.ed 
No1: •je·t-.ect 2 a 
ito r:. ·'.le tc-c i_ &d 

Not t:let~c~ec 

Hot '1etec r-.~i:l 

Component. 
1 
1 
~ 

1 
l 
:i 

.:J 

l 

-
:, 
i 
t 

' ~ 

449 Springbrook Road ..,., P.O. Box 240543 .... Charlotte. NC 28224-0543 

Phone: 704/529-6364 ..., Toll Free Number: 1-800/529-6364 .... Fax: 704/525-0409 

J't))l. 



• 
;'b Report · :_2 ~' ::" ·iG0·ii~W},,;~~·'.;~ff~" 

/ HRP /Spe~trul!I ,,,. _ samp.-!_e __ I ._o .• ~;'l\J\~!3f6Sji(co1Ieiilu·Efd-F·~~~:i-E.~ , 

~~~~·2~. 1997 .. /li~~ti~~, • . , ~~1>·~~;;;i:i~seMce·.,·:~··,·.·~f3K~' ~ 
Data for VOLATl U::S BY .6~_1/G0~-" (corit'),riue~ >J'.i-;.~·;;:,tr.~~·~·;:-, .:· 

. .. .~ :..i ·~~! ·.=:·" . .. :/' ·.~· ,~ •i;:."!_ ...... : ·"'-..: ; '" ,, .... ,.... ~-~ ·~ -~~!~,,"?-~;:~ "! ... 'I;:: ........ ~. 

Co111poru:mt Naae --' ·- - -~~--- . ·-:;.,_,,. __ :-- ·.<.: .. : ,:;~--,.;.;:,'.=·· _:_~f,~-''~~~~i-t::_~_ . 
METH YL~Nf: CHLmfI DC: ~- ~ -, -.... ; .: . -: ~-: · '" ·_: .. , : .- :,,·: ;~~~: " ~"'.-"=~~i"N'cl't)'.d'&tei::ted 
1, 1, 2, 2-TETHACHLOR0~1''H'Atf~·::.~~·lJf:i;~1t'.' :~_ --: :·· : ~· ~:~··3::tt.io't' .:cie:tected 
TC.:TH AC H LURO~THENI:; .... ·;~·; _,':::~i?,~;-.~y~~'.,{_;o:§;:. ·~: ;,l:">.'-: 'f.:::·~~'1-~:}:-"'~'N 'a t :;_ de tee t ~d 
1, 1, l -TH1CHLOROE1'HANJ::•< ",;,.;; .. ~>: .: - ~. -': ... ; . ,-Iic:){"i:i'e'tectf:?d 
1, 1, 2-THlCHLOROt::i'.HANI=:· · :.·.-:·!~\:~;fi~< . ·"' . . :.c.-_..... ; :_ · Nat«7det~cted 
TRlCHLCJlWl::THENI:: - . -.·~ : Not detl:'cted 
THICHLUHU~LUOHOMETHANE Not det~cted 
VINYL CHLOHlDE Not detected 
BENZENE Not detected 
ETHYL~ENZENE Hot detected 
IPE Not detect ed 
MTHE Not detected 
TOLUENE ' Not detected 
1'01' AL XY LENl::S Hot ae t~·:: t ed 

Sampl~ comments: 

PO# N.\V022'/.Fi:: 
Project: MAS-Pensacola 

Co11tponent. 
5 
1 
l 
l 
1 
1 

::i 

1 
l 

lf t:l1er·J? a.r.,:• any questions regardµ'fl}"'\t.his -:lata. pleas•:> •.::ali. 
/ ' ' I 

,.. / 
· I 

.... __ _ 

Angela D. Cver~a3h 

~aboratory Directer 

449 Springbrook Road ....... P.O. Box 240543 ....... Charlou.e. NC 28224-0543 

Phone: 704/529-6364 ....... Toll Free Number: 1-800/529-6364 ....... Fax: 704/525-0409 

MDL 



{ 
( CHAIN OF CUSTODY RECORD 

Full Service Analytical & Environmental Solutions 

Cllent _tf_B_ el~ p~(f:_v (1l, ·- --···--

Phyalcal Addreaa :ti C.i!-' :Cll.~_Q.c_.S.,,.rf~...(jQ 
6 . .r.:~~-V:.d~e.._,~..k_ ~~o :'.L. ____ ---·,--

Phone _ Efky !:J,,.'l ~.:QI- _"'S_ !_ Fax _8._tL't...::.:! ':iil.:::._ 6~ 
/-- /V -1 v- 02 ...,,., Fe P.0.1/Bllllng Rel~'J'"C'!_ __ : -·- L; __ :_ __ . 

ProjectName .LY.d._5.::_pe~c-l!l,_ _______ _ 

TIME MATRIX 

PAGE OF 
449 Springbrook Roa~ _Charlotte, NC 2821 7 
P.O. Box 240543 .... Charlotte, NC 28224-0543 
Phone: 704/529-6364 .... Fax: 704/525-0409 

PRESS DOWN FIRML V - 3 COPIES 

REPORTTO:Name ~cl~ &o~ hbt!& 
Addreaa _ 

BILL TO: Na~e' ?ucl d UD~ f~ 4evS · 
Address . ·; 

Requested Oue Oate __:; b.'J tLJ C- Yl nro ~11 
(SEE REVERSE SIDE FOR RUSH TuRNAROUND FEES) 

·· · .Yj:S/ NO.; - N/A,.i;: .v...,..-::: __ 
ReceivedONWET.ICE?Temp __ ~,;.·:: ·• ; '.'°~ 
PROPER PRESERVATIVES lndk:aled? ~£ ;' , ;'.··-· _._. 
Re'celvedWITHINHOLDINGTIMES? i:. 7 ·j4~. ·. ·i·.·- ·.:-.·: 

'ci.JSTODY.SEALS iNTACT? ·; ·, . ~:. :/\· ~·:-: : -,.:'.}· '.,;...-" 
:yoLATILES ree'd W/OVr HeADSPAce?.. ·, -: ./..~T.~; .. '.;.~).; : 
: PROPERCONTAINERS~d? ; : >:·,:h -."\ .· , .;~~G;·~-;i ... : · 
4·. · . , . :. ~ ~;· , , : ";;::.·· ' -. - .. -.. ... ... ~~ -~~'; 

State Certification . '. cz. 
Requested · · · . NC ~-' _ SC __ Other_n_ NA _ 

Water Chlorinated· ·ves _ No -~ NA~ 
Sample Iced Upon Collection Yes ~o __ 

CMUD NP DES OTHER 

ANALYSES REQUESTED sue SAMPLE CONTAINER 
CLIENT DATE · COLLECTED (SOIL, PRESERVA· /,o)io/( ////REMARKS ... ··, 

LAB 
PRISM 

SAMPLE DESCRIPTION COLLECTED MiirrARY • WATER OR •TYPE TIVES 'CERT. LAB 

HOURS SLUDGE) SEE BELOW NO. SIZE IDNO. 
IDNO. 

17-7#---- -1/.1~ ·JJ=s,L w [), '3 'tD~ .ffl-1:.tt x _2(" I t?Jr t,cf ·": .... --
?/J_l.f !i2 1/~st w _G_ _3_ 4DX1L HL-1 x __ x .. , ,.-

i?JI ro5' Qv. ______ , ____ -
, . 

-· ·-··- -·-- --· - ··- · ----·-.. -- --------·--- --------·- ------------ ----- ·--- ----,__ 

·----- -------- ------ ------ · - ·- --
: 

: .. 
' . ---· - . -----
! ! 

: ·· - •. . ~-

1-- - --· -- -
' 

: 
.. ·· . 

--·· - ... ···-·--·-- ----- ---- . ·---·--·- ·------·-- ·- ----------
. ... 

·· -· ·-· --· -···· ·· --- ··-·· ·-· - ---- · - --- ·-- ·---- ---- --· 
'•• . ' ·-- -

J 
----~---· 

,· .. -: r, ... 
/J ,f/1 J ' ., .. ._, ,::.. o'I , . . 

Sampler'sS~allJfe /~ /{/~/ ;:/ ~I Sampled By (Print Name) ,);IJ,;J f '10 ,,l'-1 L- (ye,,,1-N · Affi118t1on· IJRP />~e~frvl"ll ' JV - 'IV' • .,,, . / n ., , , 

~~· 'ffc!f.!i __ __:_':"_ ~By.(-:-1 ----__ ; - _____ : .ate . Milltary~ours 
Addltlonal Comments: 

: 

Relinq ed By: (Sltlnal • Received By: (Slgnalure) Dale . 1zru •. RetlnqulshedBy: -<sigi\a1ure> - ··-- ···--·-· '-----·-· ·······--- "FlilCelved ·-r8iorie·1-av:CJC/!i:/(; _____ ~ ~7s~ ,~ 120-0 '. . 
·- ~- : 

-----· ---· -·-----·-------· ·--· - ~--- ·-- .. - __ _ °/_ 
..... 

Method ol Shipment: ' Log-In Group No<i · . ; .: ' : ~ 

· . (1:]3 S?. C-u ·_ .. 
.. 

NPOES: NC UST: • NC _· __ _ 

SC _ ·--·-- · SC ---·- - ---
OTHER OTHER ___ . _ 

GROUNDWATER: NC DRINKING WATER: NC __ _ 
SC ____ L . SC 

-/OTHER __ f!_i f..::::-- OTHER __ _ 

SOLID WASTE: NC <;)THEA: 
SC __ _ 
OTHER __ 

NC __ _ 
SC __ _ 
OTHER __ 

•ron•1TA1a1rn ..,.,,,.._,.. ,...,..._,..."'· " "-'- - -,... ,..., _ __ ,... ,..., _ _ _ - '""'• - · •' · · ,...., ~ ... :1:9•1"'111 .. •l"'I ... ..,.,. 



Attachment #4 

Quarterly Ground Water Level Measurements 

July 1997 



-Elevation Depth to 
Well Number Descri tion ft Water ft 

PCS-1 TOC 11.22 10.01 
PCl-1 TOC 11.08 9.87 
PCD-1 TOC 10.83 12.81 
GM-8 TOC 5.94 4.98 
GM-9 TOC 5.47 4.55 
GM-10· TOC 5.67 4.60 
GM-11 TOC 5.75 4.29 
GM-12R TOC 9.66 7.92 
GM-13R TOC 7.27 6.05 
GM-14 TOC 4.40 3.35 
GM-68 TOC 6.83 8.37 
GM-69 TOC 7.70 6.76 
GM-62 TOC 6.95 5.66 
GM-63 TOC 6.90 9.07 
GM-64 TOC 6.09 4.60 
GM-65 TOC 6.51 8.29 
GM-66 TOC 7.33 6.74 
GM-67 TOC 6.23 5.29 
UG-1 TOC 8.20 7.57 

LAPTOP: C:\PENSACOLA\1-97 SEMl-ANNUAL\H20LVL.XLS 
SHEET: July 1997 

Elevation 
of Water 

ft Time Comments 

1.21 10:35 
1.21 10:35 

-1.98 10:36 
0.96 10:55 
0.92 10:41 
1.07 10:49 
1.46 9:36 
1.74 9:41 
1.22 9:45 
1.05 10:01 

-1.54 10:42 
0.94 10:43 
1.29 10:58 

-2.17 10:58 
1.49 10:59 

-1.78 10:51 
0.59 10:51 
0.94 10:50 
0.63 8:58 



• 

Measuring Point 

Elevation Depth to 
Well Number Description (ft) Water (ft) 

GM-70 roe 6.96 
GM-71 roe 6.60 6.75 
GM-72 roe 7.25 6.34 
GM-73 roe 12.23 1.1.28 
GM-76. roe 8.12 6.50 
GM-77 roe 5.27 4.30 
GM-78 roe 6.86 6 .. 01 
GM-79 roe 4.60 3.72 
GM-80 roe 4.56 3.86 
GM-81 roe 4.21 3.11 
GM-82 roe 3.59 3.82 
GM-83 roe 4.74 3.89 
GM-84R TOC 12.26 11.35 
33G01 roe 7.35 6.50 
33G02 roe 7.82 6.81 
33G03 roe 6.28 5.24 
33G04 roe 11.78 10.80 
33G05 roe 7.44 6.51 
33G08 roe 6.02 4.90 
33G09 roe 7.53 6.01 
33G10 roe 10.73 8.98 
33G11 roe 7.60 6.41 
33G12 roe 7.33 6.28 
33G14 roe 10.51 9.58 
33G15 roe 5.28 4.57 
33G16 TOC 7.84 6.81 
33G17 roe 7.75 6.72 
33G18 roe 12.05 13.77 
33G20 roe 3.73 3.00 
13G06 roe 6.99 6.72 
13G07 roe 10.59 9.99 
13G19 roe 7.35 

LAPTOP: C:IPENSACOLA\1-97 SEMl-ANNUAL\H20LVL.XLS 
SHEET: July 1997 

Elevation 
of Water 

(ft) Time Comments 

DESTROYED 
-0.15 10:46 Well Casin 
0.91 10:16 
0.95 9:59 
1.62 9:32 
0.97 9:29 
0.85 9:25 
0.88 9:01 
0.70 9:09 
1.10 9:05 

-0.23 9:18 
0.85 9:13 
0.91 9:58 
0.85 10:45 
1.01 10:58 
1.04 9:28 
0.98 10:07 
0.93 10:24 
1.12 9:28 
1.52 9:40 
1.75 9:42 
1.19 9:45 
1.05 10:36 
0.93 9:55 
0.71 9:21 
1.03 10:56 
1.03 10:38 

-1.72 10:08 
0.73 10:20 Well Lock Cut 
0.27 9:50 Well Casin Dama ed 
0.60 8:54 
7.35 DESTROYED 



.. 

Elevation Depth to 
Well Number ft Water ft 

33GS101 8.28 6.78 
33G13 11.81 10.98 

LAPTOP: C:\PENSACOLA\1-97 SEMl-ANNUAL\H20LVL.XLS 
SHEET: July 1997 

Elevation 
of Water 

ft Time Comments 

1.50 9:35 
0.83 10:11 


